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Abstract 

 

This report provides the net wind pressure coefficients required for the design of an Array 

of ground-mounted solar panels.  Net wind pressures acting across solar panels were 

obtained by testing 1/20 scale models in a range of typical array configurations in the wind 

tunnel. Large net negative (upward) pressures were measured on the panels at the leading 

edges for wind blowing towards the bottom surface of the sloping panels. Shielding from 

upwind Arrays was negligible. Large net positive (downward) pressures were measured on 

the panels at the bottom leading edge for wind blowing towards the top surface of the 

sloping panels. Aerodynamic shape factors 
shpC  on the panels and arrays are given in a form 

appropriate for inclusion in the Australian/New Zealand wind loading standard 

AS/NZS 1170.2. The clause proposed for the Standard is given in this report (Appendix F). 

The net wind pressures on panel Arrays inclined at  α = 0o to 30o are given.    

 

1. Introduction 

 

Ground mounted solar panel arrays covering large areas are being built around the world 

for power generation.   Commonly, an array of panels is attached to a sloping support frame 

fixed to the ground, with a gap, between the bottom edge of the panels and the ground of 

0.5 to 1 m.  The wind loads on these solar panel arrays must be quantified so that the panels 

and its structural mounting system can be designed satisfactorily. However, there is very 

limited wind loading data in a consistent format for the design of these systems.  This report 

describes a wind tunnel model study that determined wind pressures on a range of ground 

mounted solar panel arrays. The results from this study are also summarised by Ginger et 

al. (2019), and forms the basis of the design data given in proposed revisions to the 

Australian/ New Zealand Standard on Wind Actions, AS/NZS1170.2 (Appendix F). 

 

Several studies have quantified wind loads on roof-mounted solar panel arrays by means 

of wind tunnel studies using scaled models.  Maffei et al. (2014) and Kopp (2014) obtained 

design wind load data on a range of solar panel configurations for a range of tilt angles on 

a nearly flat roof.   These wind-tunnel tests were carried out at a length scale of 1/30 in 

approach boundary layer flow for panels tilted at 2o, 5o, 10o, 20o, and 30o.  These studies 

provided data in a form consistent with in ASCE-7-10 (American Society of Civil 

Engineers, 2010). Results from these studies have also been incorporated in the design 
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guidelines used by industry SEAOC (2012). Turbulence scales of the wind flow and some 

dimensions of the solar panels and spacings cannot be accurately simulated in such wind 

tunnel model tests. This is a difficulty faced when modelling at a small scale and ensuring 

an adequate simulation for wind flow through narrow gaps with sufficiently high Reynolds 

Number, as noted by Kopp and Banks (2013) and adopted by Kopp (2014), who used 1/30 

scale models.  

 

Strobel and Banks (2014) carried out a wind-tunnel model study at 1/30 to 1/50 scale on 

a series of long, inclined ground mounted plates and showed that vortex shedding can 

instigate resonance if the shedding frequency matches the natural frequency of the solar 

panel array structure.  Such resonant excitation occurs in single axis tracking solar array 

systems over a range of wind speeds and should be considered when designing these 

systems.  

 

Leitch et al. (2016) carried out wind tunnel model tests on solar panels mounted parallel 

to inclined house roofs and provided net pressure coefficients that were included in 

AS/NZS1170.2 (2011). The net wind loads on inclined mono-slope free roofs are similar to 

that experienced by ground mounted solar panel arrays, and have been used by designers in 

lieu of data available in codes and standards (i.e. AS/NZS1170.2). 

 

This report presents results from wind tunnel model tests on a range of ground mounted 

solar panel arrays, with inclination (or tilt angles) of 0 to 30o.  Design wind loading data 

required for the design of the panels, and the support structural system, and also for inclusion 

in the Australian/New Zealand Standard, AS/NZS 1170.2 are provided. This data may also 

be assessed with data given in ASCE7-10 (American Society of Civil Engineers, 2010) and 

SEAOC (2012).   

 

 

2. Wind tunnel study 

 

This study was carried out in the 2.5m wide  2m tall  22m long Boundary Layer Wind 

Tunnel at the Cyclone Testing Station (CTS), James Cook University in Townsville, 

Australia. The approach Atmospheric Boundary Layer (ABL) was simulated at a length 
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scale of 1/20 over the upstream fetch using a 250 mm high trip board at the upstream end 

followed by an array of blocks on the tunnel floor. Figure 1 shows the mean velocity and 

turbulence intensity profiles measured at the working section, which satisfactorily matches 

the AS/NZS1170.2 (2011) terrain category 2 profile. The longitudinal length scales of 

turbulence in this study was estimated to be smaller than the target value by a factor of about 

12, which is considered an acceptable degree of relaxation for such a wind tunnel study. 

 

2.1. Solar Panel Array and support 

 

A 19.2m × 5m full-scale solar panel array consisting of hundred and twenty eight (i.e. 

16×8) 1.2m × 0.625m panels was selected to model a representative solar panel system.  

This system was constructed to a 1/20 model scale solar panel array of  960mm × 250mm 

with a thickness of 7 mm so that pressure taps could be drilled on the top and bottom 

surfaces of each of the panels and tubes installed within the panels enabling measurement 

of net pressures across each panel.  The arrays defined as A, B, C and D, and the approach 

wind direction,  are shown in Figure 2a. Each model array consists of a 480mm × 250mm 

(64 pressure tapped panels) and a 480mm × 250mm untapped part.  This set-up represents 

a typical array 19.2 long (b)  5 m wide (d) of aspect ratio (b/d = 3.84), and enables the 

determination of the net pressures on each of the panels located in different parts of these 

arrays and defined as 1..64 as shown in Figure 2b.  

 

Figure 3 shows the layout of the support frame, spaced 120 mm apart (2.4m in full scale) 

along the arrays. The legs of the frame supporting the arrays were adjusted to give a range 

of inclinations of α = 0o, 15o, 20o, 25o and 30o. The tests were carried out with a clearance 

between bottom of panel array and ground h1 and spacing, s = 7m between each                    

row A..D of Arrays. The five configurations tested are given in Table 1. The pressures on 

each of the panels 1..64 were measured for approach wind directions,  of 0o to 360o, at 10o 

intervals.   

 

Sixty four pressure taps were installed on the top and bottom panel surfaces aligned with 

each other on the 8×8 array (i.e. one hundred and twenty eight pressure taps in total on each 

array) as shown in Figure 2(b). These taps were used to obtain top surface and bottom 

surface pressures, as well as net (i.e. (top-bottom)) pressures on each 1.2m × 0.625m panel 

Page 5 of 225



 

 

on Arrays A..D.  Figure 4 shows the 1/20 scale model in the wind tunnel. The pressure taps 

from the model solar panel array were connected with tubes to pressure transducers below 

the turntable, through the support frame so that there were no “loose tubes” in the gap 

between the panels and the ground surface. 

 

2.2. Pressure coefficients and aerodynamic shape factors 

 

Top and bottom surface pressures on each Panel A1..64 to D1..64 on Arrays A to D were 

measured simultaneously to also give net (i.e. (top-bottom)) pressure fluctuations. These 

fluctuating pressures were sampled at 100 Hz, for 90 sec (i.e. corresponding to ~ 10 mins in 

full scale), and the pressure coefficients  2
1
2

( ) ( ) hpC t p t V  recorded. The measurements 

were repeated for three runs for each approach wind direction. The mean, standard 

deviation, maximum and minimum net (top-bottom) pressure coefficients referenced to the 

mean dynamic pressure at h (mid-array height) are respectively; 

 

 2
1
2

n
hnp

C p V  ,   2
1
2n

hp nC p V    ,  21
2pn n hC p V  ,  21

2np n hC p V  

 

Where, ρ is the density of air, �̅�ℎ is the equivalent 10-minute mean wind speed at the 

reference height, h. The peak net pressures can be obtained from the wind tunnel data using 

Eq. (2), where
peakC   is the maximum or minimum net pressure coefficient.  

 

                          
20.5design h peakp V C                                           (2) 

 

The peak wind pressures for the design of structures and cladding using AS/NZS 1170.2, 

and similar codes and standards based on a gust wind speed, are calculated from pressures 

derived from nominal shape factors provided in the standard from Eq. (3). 

 

                                                   
20.5design h shpp V C              (3) 

 

In Eq. (3), 
shpC is the aerodynamic shape factor and hV  is the design gust wind speed 

(0.2 s duration peak in AS/NZS1170.2) at the reference height, h.       
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These design net pressures derived from Eq. (3) for AS/NZS 1170.2 can be equated to 

the values obtained by using Eq. (2) from the wind tunnel tests giving Eq. (4). 

 

2 20.5 0.5design h peak h shpp V C V C                                      (4) 

 

This equation can be simplified to relate the aerodynamic shape factor 
shpC from the wind 

loading standard to the peak pressure coefficients 
peakC   from the wind tunnel data, by 

2

shp peak uC C G . Here,
u h hG V V , is the velocity gust factor, or the ratio of the gust wind 

velocity to the mean wind velocity at the reference mid-roof height. The effective 

aerodynamic shape factors can be calculated in a form consistent with AS/NZS 1170.2.   

 

The relationship between the 10-minute mean wind speed values can be estimated from 

Eq. (5). 

  

                                                 (1 )h h u uV V g I                                                    (5)  

 

Here uI  is the turbulence intensity at reference height h, which was measured in the wind 

tunnel height and 
ug  is a peak factor.  Holmes et al. (2014) showed that a value of 3.4 for 

the peak factor is appropriate to relate the 0.2 second moving average peak gust wind speed 

to the associated 10-minute mean wind speed. 

 

The gust factor uG  is defined in terms of 
ug  and uI  as shown in Eq. (6). 

 

                                                              1u u uG g I                                                     (6) 

 

Table 2 gives the measured uI  and calculated uG  for each test  configuration. 
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3. Results and Analysis 

 

The results are analyzed to determine the net pressure coefficients, 
pnC s and effective 

aerodynamic shape factors on each individual panel on the arrays, and the area averaged 

array patches. The variation of mean, standard deviation, maximum and minimum 
pnC   

values obtained for Configurations #1..5 are given in Appendices A to E, respectively.  

   

 

3.1. Net pressure coefficients 

 

Configuration #1: 

 Appendix A shows that the net pressures on the panels are small in magnitude with 
pnC   

of about 0. The panels at the leading edges generally experience larger peak positive and 

negative peak 
pnC   values. These high net pressures result from the un-correlated flow 

separation at the leading edges and the formation of vortices on the top and bottom surfaces. 

The flow attaches on the top and bottom surfaces downstream of the leading edges 

generating the low net pressures across the panels on these parts. 

 

Configurations# 2..5: 

Appendices B to E show that winds approaching from θ = 0o generate net positive 

pressures on the panels whilst winds approaching from θ = 180o generate net negative 

pressures on the panels as a result of the schematic wind flow patterns shown in Figure 5. 

Winds approaching in the direction of the length of the array (θ = 90o and 270O) generally 

produce small net pressures. The net pressure coefficients, 𝐶𝑝𝑛𝑒𝑡 on panels inclined at angles 

of 15o to 30o have similar patterns. The net pressure coefficients on the inclined arrays for 

winds blowing from θ = 90o and 270o have  patterns that are similar to the net pressures on 

Configuration #1. 

 

 

3.1.1 Panel pressures: θ = 0o ± 45o 

The panels at the lower levels on the upstream Array A and the inclined leading edge on 

all Arrays (A..D) experience large positive net pressure coefficients (Panels A1..A8 to 

D1..D8, for θ of 310o to 350o, and A8, A16, A24, A32, A40, A48, A56, A64 for θ of 310o 
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to 40o).  This is because of the large suction pressures generated on the bottom surface as a 

result of flow separation at the leading edges. The positive mean and peak net pressure 

coefficients are reduced in magnitude as you traverse up the incline towards the top of the 

array due the speed-up of the flow on the top surface and the reduced suction pressure on 

the bottom surface away from the bottom and windward side edges of the arrays. Panels 

near the bottom of the downstream Arrays (i.e. B..D) are subjected to lower positive net 

pressures due to shielding from the upstream Arrays.  

 

3.1.2 Panel pressures: θ = 180o  to 270o 

Mean and minimum net pressure coefficients show that the panels at the top and inclined 

leading edges of the Arrays (Panels 1, 9,17,25,33,41,49,57 (top row of Arrays A..D) for θ 

=140o-220o and A1..8 to D1..8 for θ = 220o-270o) experience large net negative pressures. 

The panels that are away from these edges experience progressively lower net negative net 

pressure coefficients.  The largest magnitude net negative pressures are experienced at the 

corner panels on each Array (A1..D1) for oblique approach winds of θ ~ 220o. The upstream 

Arrays do not provide any shielding to the panels located downstream.  

 

3.1.3 Panel pressures: θ = 90o and θ = 270o 

 Wind flow in the direction of the array length generates flow separation at the leading 

edges of the arrays and produces suction pressures on the top and bottom surfaces, 

generating small mean net pressures. The uncorrelated large fluctuating pressures on the top 

and bottom surfaces generate peak positive and negative net 
pnC s on the panels along the 

leading edge. These patterns are similar to the net pressures for all approach wind directions 

on Configuration #1.   

 

These pressure coefficients are of similar magnitudes to the mean and peak net pressure 

coefficients obtained by Ginger and Letchford (1992, 1994) on monoslope canopy roofs on 

which the data for free roofs in AS/NZS1170.2 (2011) is based. 

 

3.2. Aerodynamic shape factors 

 

In order to consolidate the results from this study and produce Aerodynamic Shape 

Factors (
shpC ) for inclusion in AS/NZS1170.2, the maximum and minimum 

pnetC   from 
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each of the thirty-six different wind directions were grouped into four main orthogonal 

directions, namely θ; 0o ± 45o, 90o ± 45o, 180o ± 45o and 270o ± 45o. Figures 6a-d to 10a-d 

show the maximum and minimum net aerodynamic shape factors, 
2

shp peak uC C G , for 

panel array Configurations #1 to #5 respectively for wind directions 0o ± 45o, 90o ± 45o, 

180o ± 45o and 270o ± 45o. 

 

Figure 6 shows that the leading edge panels for Configuration #1 experiences  𝐶𝑠ℎ𝑝 of 

+1.2 and -1.2. The net pressures drop rapidly downstream by a factor of more than 4. Figures 

7a to 10a show that for Configurations #2-5, the leading bottom corner Panel (A8..D8) on 

all the arrays get a positive 
shpC  of ~ +3.0. The bottom row of panels at the leading edge of 

the upstream Array A experiences 
shpC  of ~ +2.0, whilst positive pressures on panels on the 

downstream Arrays B..D are reduced by shielding. Figures 7c to 10c show that for 

Configurations #2-5, the leading top corner Panel (A1..D1) on all the arrays experience a 

negative 
shpC   of ~ -3.5. The top row of panels at the leading edge of all Arrays A..D get 

shpC   of about -2.5 indicating panels on the downstream arrays are not shielded by the 

upstream arrays.  

 

The simultaneously measured  net pressures on Panels (1..4 & 9..12), (5..8 & 13..16), 

(17..20 & 25..28), (21..24 & 29..32), (33..36 & 41..44), ((37..40 & 45..48), (49..52 & 57..60) 

and (53..56 & 61..64)  were averaged to produce “area-averaged” net pressures on 2.4m × 

2.5m (i.e. 8 Panels) patches, as shown in Figure 11.  The largest maximum and minimum 

area averaged net pressure coefficients from each of the thirty-six different wind directions 

were grouped into four main orthogonal directions, namely θ; 0o ± 45o, 90o ± 45o, 

180o ± 45o and 270o ± 45o. Figures 12a-b to 16a-b show the maximum and minimum net 

“area –averaged” aerodynamic shape factors, 
shpC   for panel array Configurations #1 to #5 

respectively for wind directions 0o ± 45o, 90o ± 45o, 180o ± 45o and 270o ± 45o.  These 

results are used to produce net aerodynamic shape factors on ground mounted solar panel 

arrays with inclinations  = 0o to 30o, in Tables B13 and 14 of wind loading standard, 

AS/NZS 1170.2.  The results also show that the area reduction and local pressure factors 

given in Table 5.4 and Table B1 of AS/NZS 1170.2 can be applied with these values to 

obtain the net design pressures on each panel and the structural system supporting the array 
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of panels for solar panel arrays inclined from α = 0o to 30o. The data proposed for inclusion 

in the revision of AS/NZS 1170.2 is given in Appendix F. 

 

 

4. Conclusions 

 

This report describes an investigation of the net wind loads on an array of ground-mounted 

solar panels.  Net wind pressures acting across solar panels were studied by testing 1/20 

scale models in a range of typical array configurations in the wind tunnel. The results 

showed that: 

 

 Large net negative (upward) pressures were measured on the panels at the leading 

edges for wind blowing towards the bottom surface of the sloping panels. The largest 

net negative pressures were experienced on leading corner panel for oblique 

approach winds (i.e. θ ~ 220o). Shielding from upwind arrays was negligible.   

 Large net positive (downward) pressures were measured on the panels at the leading 

edge for wind blowing towards the top surface of the sloping panels. The largest net 

positive pressures were experienced on bottom leading corner panel for oblique 

approach winds (i.e. θ = 40o).   

 Approach winds blowing along the length of the arrays (θ = 90°) generates large 

positive and negative net negative pressure coefficients on the panels near the  

leading edges. 

 Aerodynamic shape factors are given in a form appropriate for the wind loading 

standard AS/NZS 1170.2 (see Appendix F). The study found that the area reduction 

and local pressure factors given in Table 5.4 and Table B1 of AS/NZS 1170.2 can 

be applied with these values to obtain the net design pressures on each panel and the 

structural system supporting the array of panels for solar panel arrays inclined from 

α = 0o to 30o.    
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Figure 1. Simulated approach Atmospheric Boundary Layer (ABL) flow at a Length Scale of 1/20 

 
 
 
 
 
 
 
 

 
 

 
 
 
 
 
 
 
a) Array layout on Turntable   b) Panels 1..64 on Arrays A..D 

 
 

Figure 2. 19.2 × 5m Solar Panel Arrays A, B, C, D 
 

(a). Mean Velocity Ratio  
      (Length Scale 1/20) 

(b). Turbulence Intensity 
       (Length Scale 1/20)  

Page 13 of 225



 
 

 

 

Figure 3.  Solar Panel Array elevation, pitch angle and supports 

 

 

 

Figure 4.  1/20 scale wind tunnel model of solar panel arrays 
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Figure 5. Pressure distribution on top and bottom surfaces of Inclined Panel Arrays 
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Figure 6(a). Maximum and Minimum shpC  for α = 0o, θ = 0o ± 45o, Configuration #1 

Figure 6(b). Maximum and Minimum shpC  for α = 0o, θ = 90o ± 45o, Configuration #1 
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Figure 6(c). Maximum and Minimum shpC  for α = 0o, θ = 180o ± 45o, Configuration #1 

Figure 6(d). Maximum and Minimum shpC  for α = 0o, θ = 270o ± 45o, Configuration #1 
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Figure 7(a). Maximum and Minimum shpC  for α = 15o, θ = 0o ± 45o, Configuration #2 
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Figure 7(b). Maximum and Minimum shpC  for α = 15o, θ = 90o ± 45o, Configuration #2 
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Figure 7(c). Maximum and Minimum shpC  for α = 15o, θ = 180o ± 45o, Configuration #2 
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Figure 7(d). Maximum and Minimum shpC  for α = 15o, θ = 270o ± 45o, Configuration #2 
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Figure 8(a). Maximum and Minimum shpC  for α = 20o, θ = 0o ± 45o, Configuration #3 
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Figure 8(b). Maximum and Minimum shpC  for α = 20o, θ = 90o ± 45o, Configuration #3 
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Figure 8(c). Maximum and Minimum shpC  for α = 20o, θ = 180o ± 45o, Configuration #3 
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 Figure 8(d). Maximum and Minimum shpC  for α = 20o, θ = 270o ± 45o, Configuration #3 
 
 
 
 
 
 
 
 
 

0.18 0.18 0.23 0.22 0.27 0.33 0.42 0.90
0.35 0.28 0.44 0.31 0.58 0.66 1.30
0.34 0.33 0.37 0.42 0.43 0.42 0.66 1.45
0.37 0.36 0.41 0.49 0.53 0.47 0.60 1.48

0.43 0.46 0.54 0.65 0.51 0.78 1.86
0.29 0.46 0.64 0.76 0.76 1.12 2.07
0.27 0.36 0.38 0.69 0.74 1.01 1.21
0.36 0.46 0.56 0.70 0.80 1.07 1.84 1.58

0.22 0.21 0.25 0.20 0.32 0.34 0.51 1.00
0.36 0.32 0.46 0.30 0.62 0.41 0.69 1.45
0.32 0.40 0.35 0.43 0.48 0.42 0.58 1.47
0.33 0.35 0.42 0.50 0.53 0.54 0.57 1.63

0.36 0.36 0.50 0.66 0.59 0.80 1.99
0.29 0.36 0.43 0.58 0.73 0.77 1.03 1.72
0.29 0.38 0.45 0.58 0.72 0.97 1.15
0.42 0.50 0.57 0.72 1.10 1.24 1.96 1.79

α =20o, Array D - Maximum

α = 20o, Array C - Maximum
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Figure 9(a). Maximum and Minimum shpC  for α = 25o, θ = 0o ± 45o, Configuration #4 
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Figure 9(b). Maximum and Minimum shpC  for α = 25o, θ = 90o ± 45o, Configuration #4 

 
 
 
 
 
 
 
 
 

Page 27 of 225



 
 

 
Figure 9(c). Maximum and Minimum shpC  for α = 25o, θ = 180o ± 45o, Configuration #4 
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Figure 9(d). Maximum and Minimum shpC  for α = 25o, θ = 270o ± 45o, Configuration #4 

 
 
 
 
 
 
 
 
 
 

Page 29 of 225



 
Figure 10(a). Maximum and Minimum shpC  for α = 30o, θ = 0o ± 45o, Configuration #5 
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Figure 10(b). Maximum and Minimum shpC  for α = 30o, θ = 90o ± 45o, Configuration #5 
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Figure 10(c). Maximum and Minimum shpC  for α = 30o, θ = 180o ± 45o, Configuration #5 
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Figure 10(d). Maximum and Minimum shpC  for α = 30o, θ = 270o ± 45o, Configuration #5 
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Figure 11. Layout of area average patches   

 
 
 
 
 

 
 

Figure 12(a).Area average Maximum shpC  for α = 0o, Configuration #1 
 
 

 
 

Figure 12(b).Area average Minimum shpC  for α = 0o, Configuration #1 
 

 
 

0.04 0.05 0.03 0.18 0.26 0.25 0.22 0.21 0.49 0.46 0.43 0.42 0.25 0.26 0.26 0.41
0.17 0.17 0.17 0.34 0.17 0.13 0.12 0.10 0.09 0.10 0.09 0.26 0.12 0.17 0.21 0.43

0.08 0.07 0.08 0.23 0.17 0.15 0.14 0.14 0.19 0.22 0.23 0.32 0.17 0.19 0.26 0.40
0.20 0.17 0.21 0.33 0.21 0.14 0.17 0.15 0.08 0.07 0.09 0.26 0.14 0.12 0.20 0.36

D D D D

C C C C

 ,  Maximum 

𝟎𝒐 ± 𝟒𝟓𝒐 𝟗𝟎𝒐 ± 𝟒𝟓𝒐 𝟏𝟖𝟎𝒐 ± 𝟒𝟓𝒐 𝟐𝟕𝟎𝒐 ± 𝟒𝟓𝒐

𝜶 = 𝟎𝒐

-0.13 -0.14 -0.14 -0.27 -0.44 -0.42 -0.33 -0.22 -0.54 -0.52 -0.49 -0.44 -0.41 -0.40 -0.36 -0.45
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D D D D

C C C C

 , Minimum

𝟎𝒐 ± 𝟒𝟓𝒐 𝟗𝟎𝒐 ± 𝟒𝟓𝒐 𝟏𝟖𝟎𝒐 ± 𝟒𝟓𝒐 𝟐𝟕𝟎𝒐 ± 𝟒𝟓𝒐
𝜶 = 𝟎𝒐
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Figure 13(a).Area average Maximum shpC  for α = 15o, Configuration #2 
 

 
Figure 13(b).Area average Minimum shpC  for α = 15o, Configuration #2 

 

 
Figure 14(a).Area average Maximum shpC  for α = 20o, Configuration #3 
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0.23 0.40 0.88 1.43 0.26 0.22 0.22 0.15 0.18 0.15 0.13 0.09 0.29 0.43 0.75 1.20

0.31 0.28 0.36 0.77 0.21 0.22 0.17 0.17 0.29 0.30 0.20 0.22 0.22 0.27 0.31 0.84
0.17 0.34 0.63 1.36 0.27 0.23 0.20 0.14 0.09 0.08 0.09 0.09 0.29 0.48 0.72 1.36

0.45 0.45 0.44 0.78 0.26 0.25 0.22 0.19 0.14 0.20 0.18 0.20 0.25 0.27 0.32 0.73
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𝟎𝒐 ± 𝟒𝟓𝒐 𝟗𝟎𝒐 ± 𝟒𝟓𝒐 𝟏𝟖𝟎𝒐 ± 𝟒𝟓𝒐 𝟐𝟕𝟎𝒐 ± 𝟒𝟓𝒐

0.37 0.34 0.37 0.76 0.18 0.16 0.15 0.13 0.05 0.07 0.12 0.11 0.17 0.23 0.30 0.70
0.31 0.45 0.78 1.41 0.23 0.19 0.16 0.14 0.02 0.04 0.05 0.06 0.24 0.43 0.64 1.14

0.36 0.34 0.42 0.86 0.23 0.24 0.21 0.18 0.35 0.34 0.28 0.21 0.23 0.26 0.34 0.81
0.30 0.36 0.76 1.20 0.30 0.23 0.24 0.17 0.12 0.09 0.11 0.09 0.31 0.42 0.76 1.13
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B B B B
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𝟎𝒐 ± 𝟒𝟓𝒐 𝟗𝟎𝒐 ± 𝟒𝟓𝒐 𝟏𝟖𝟎𝒐 ± 𝟒𝟓𝒐 𝟐𝟕𝟎𝒐 ± 𝟒𝟓𝒐

Page 35 of 225



  
Figure 14(b).Area average Minimum shpC  for α = 20o, Configuration #3 

 
 

 
 

 Figure 15(a).Area average Maximum shpC  for α = 25o, Configuration #4 
 

 
 

Figure 15(b).Area average Minimum shpC  for α = 25o, Configuration #4 
 

-0.10 -0.10 -0.08 -0.13 -0.77 -0.71 -0.65 -0.43 -1.26 -1.42 -1.38 -1.39 -1.12 -1.22 -1.10 -1.26
-0.14 -0.12 -0.13 -0.11 -0.49 -0.46 -0.42 -0.33 -0.91 -0.87 -0.89 -0.75 -0.59 -0.49 -0.42 -0.58

-0.12 -0.12 -0.15 -0.13 -0.77 -0.71 -0.56 -0.39 -1.15 -1.23 -1.09 -1.31 -0.99 -1.01 -0.98 -1.32
-0.14 -0.14 -0.14 -0.15 -0.43 -0.40 -0.31 -0.19 -0.61 -0.60 -0.55 -0.64 -0.50 -0.49 -0.40 -0.67

-0.18 -0.20 -0.16 -0.17 -0.81 -0.73 -0.61 -0.54 -1.25 -1.30 -1.18 -1.19 -0.95 -1.04 -0.93 -1.21
-0.16 -0.15 -0.14 -0.13 -0.41 -0.41 -0.34 -0.23 -0.62 -0.63 -0.59 -0.58 -0.45 -0.42 -0.41 -0.61

-0.05 -0.04 -0.05 -0.12 -0.89 -0.77 -0.66 -0.48 -1.33 -1.36 -1.38 -1.36 -0.90 -1.01 -1.06 -1.32
-0.03 -0.01 -0.01 -0.07 -0.40 -0.39 -0.31 -0.21 -0.62 -0.68 -0.65 -0.66 -0.44 -0.42 -0.39 -0.72

B B

A A A A

B B

D D

C C C C

D D

α = 20o , Minimum

𝟎𝒐 ± 𝟒𝟓𝒐 𝟗𝟎𝒐 ± 𝟒𝟓𝒐 𝟏𝟖𝟎𝒐 ± 𝟒𝟓𝒐 𝟐𝟕𝟎𝒐 ± 𝟒𝟓𝒐

0.48 0.47 0.52 1.01 0.32 0.26 0.31 0.26 0.03 0.05 0.07 0.07 0.31 0.39 0.42 0.88
0.27 0.50 0.81 1.68 0.27 0.22 0.18 0.13 -0.02 -0.01 0.00 0.03 0.31 0.52 0.84 1.51

0.43 0.46 0.55 0.98 0.30 0.27 0.27 0.25 0.49 0.44 0.41 0.33 0.30 0.38 0.46 0.87
0.25 0.38 0.84 1.49 0.26 0.22 0.23 0.16 0.18 0.19 0.16 0.12 0.34 0.51 0.83 1.29

0.27 0.34 0.46 0.88 0.25 0.18 0.20 0.23 0.34 0.31 0.27 0.22 0.27 0.33 0.40 0.89
0.16 0.38 0.72 1.57 0.24 0.21 0.19 0.12 0.13 0.13 0.12 0.11 0.27 0.49 0.74 1.47

0.55 0.54 0.56 0.94 0.32 0.34 0.31 0.22 0.17 0.23 0.20 0.22 0.33 0.36 0.41 0.88
1.24 1.20 1.34 1.45 0.74 0.62 0.57 0.41 0.06 0.06 0.09 0.07 0.63 0.75 0.93 1.27

A A A A

B B B B

C C C C

D D D D

α = 25o , Maximum 

𝟎𝒐 ± 𝟒𝟓𝒐 𝟗𝟎𝒐 ± 𝟒𝟓𝒐 𝟏𝟖𝟎𝒐 ± 𝟒𝟓𝒐 𝟐𝟕𝟎𝒐 ± 𝟒𝟓𝒐

-0.09 -0.11 -0.08 -0.09 -0.84 -0.68 -0.59 -0.44 -1.20 -1.39 -1.45 -1.48 -1.15 -1.32 -1.15 -1.31
-0.11 -0.11 -0.11 -0.11 -0.55 -0.53 -0.47 -0.30 -0.95 -0.95 -0.93 -0.74 -0.65 -0.58 -0.53 -0.62

-0.14 -0.14 -0.15 -0.14 -0.82 -0.69 -0.49 -0.37 -1.04 -1.07 -0.98 -1.30 -0.84 -0.94 -0.95 -1.34
-0.17 -0.18 -0.15 -0.15 -0.47 -0.44 -0.34 -0.23 -0.57 -0.67 -0.67 -0.69 -0.44 -0.46 -0.46 -0.76

-0.21 -0.24 -0.19 -0.20 -0.81 -0.70 -0.52 -0.47 -1.27 -1.26 -1.12 -1.31 -0.88 -0.97 -0.95 -1.25
-0.16 -0.19 -0.16 -0.15 -0.49 -0.42 -0.35 -0.25 -0.66 -0.70 -0.76 -0.62 -0.48 -0.48 -0.47 -0.69

-0.01 0.00 -0.05 -0.02 -0.80 -0.68 -0.66 -0.48 -1.32 -1.34 -1.32 -1.46 -0.94 -0.97 -1.03 -1.46
0.02 0.04 0.01 -0.02 -0.47 -0.45 -0.34 -0.24 -0.74 -0.83 -0.77 -0.72 -0.47 -0.45 -0.46 -0.76
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 Figure 16(a).Area average Maximum shpC  for α = 30o, Configuration #5 
 
 

 
 

 Figure 16(b).Area average Minimum shpC  for α = 30o, Configuration #5 
 
 

Table 1. Test configurations 
Configuration # α  (o) h1 (m) h2 (m) h  (m) 

1 0o 1.6 1.6 1.6 
2 15o 0.5 1.8 1.12 
3 20o 0.5 2.21 1.36 
4 25o 0.5 2.61 1.56 
5 30o 0.5 3.0 1.75 

 
Table 2. Measured uI  and calculated uG  

Configuration # α  (o) uI  uG  
1 0o 0.28 1.95 
2 15o 0.28 1.95 
3 20o 0.28 1.95 
4 25o 0.27 1.92 
5 30o 0.27 1.92 

 

0.52 0.48 0.63 1.08 0.34 0.32 0.28 0.28 0.02 0.02 0.02 0.03 0.32 0.37 0.41 0.85
0.30 0.47 0.81 1.72 0.25 0.19 0.15 0.10 -0.04 -0.01 -0.02 0.01 0.60 0.68 0.86 1.28

0.48 0.47 0.66 1.03 0.31 0.30 0.30 0.25 0.52 0.48 0.46 0.36 0.26 0.34 0.42 0.90
0.28 0.45 0.85 1.48 0.30 0.25 0.23 0.15 0.21 0.19 0.15 0.13 0.29 0.49 0.72 1.42

0.27 0.41 0.50 0.98 0.28 0.22 0.19 0.18 0.36 0.35 0.32 0.24 0.33 0.43 0.51 0.96
0.19 0.41 0.75 1.63 0.23 0.20 0.16 0.11 0.14 0.12 0.14 0.10 0.33 0.45 0.81 1.40

0.63 0.62 0.66 0.93 0.41 0.39 0.37 0.29 0.26 0.26 0.29 0.21 0.34 0.43 0.52 1.02
1.17 1.10 1.23 1.50 0.77 0.67 0.64 0.43 0.08 0.07 0.09 0.09 0.30 0.51 0.81 1.53

A A A A

B B B B
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D D D D

α = 25o , Maximum 

𝟎𝒐 ± 𝟒𝟓𝒐 𝟗𝟎𝒐 ± 𝟒𝟓𝒐 𝟏𝟖𝟎𝒐 ± 𝟒𝟓𝒐 𝟐𝟕𝟎𝒐 ± 𝟒𝟓𝒐

-0.10 -0.12 -0.11 -0.10 -0.83 -0.74 -0.58 -0.37 -1.16 -1.36 -1.53 -1.59 -1.14 -1.36 -1.26 -1.55
-0.12 -0.13 -0.11 -0.10 -0.54 -0.51 -0.51 -0.34 -0.92 -0.98 -0.92 -0.78 -0.71 -0.64 -0.65 -0.66

-0.19 -0.18 -0.20 -0.16 -0.64 -0.57 -0.50 -0.34 -0.88 -0.93 -0.97 -1.30 -0.76 -0.88 -0.98 -1.26
-0.18 -0.20 -0.19 -0.16 -0.36 -0.38 -0.30 -0.22 -0.56 -0.62 -0.62 -0.78 -0.44 -0.50 -0.58 -0.83

-0.26 -0.27 -0.25 -0.25 -0.72 -0.66 -0.56 -0.46 -1.19 -1.17 -1.09 -1.27 -0.89 -0.92 -0.92 -1.40
-0.19 -0.19 -0.20 -0.19 -0.46 -0.45 -0.42 -0.27 -0.78 -0.85 -0.81 -0.72 -0.47 -0.47 -0.54 -0.78

0.01 0.00 -0.01 -0.02 -0.77 -0.67 -0.53 -0.44 -1.24 -1.30 -1.28 -1.55 -0.84 -0.91 -1.06 -1.55
0.04 0.05 0.02 -0.02 -0.49 -0.47 -0.36 -0.24 -0.75 -0.84 -0.81 -0.88 -0.48 -0.51 -0.56 -0.92

B B

A A A A

B B

D D

C C C C

D D

α = 30o , Minimum

𝟎𝒐 ± 𝟒𝟓𝒐 𝟗𝟎𝒐 ± 𝟒𝟓𝒐 𝟏𝟖𝟎𝒐 ± 𝟒𝟓𝒐 𝟐𝟕𝟎𝒐 ± 𝟒𝟓𝒐
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Appendix A – Mean, Standard Deviation, Maximum and Minimum 𝑪𝑪𝒑𝒑𝒑𝒑 on Panels - 
Configuration #1  

  
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Page 38 of 225



Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.02 0.07 0.39 ‐0.47 ‐0.13 0.06 0.10 ‐0.67

2 0.02 0.08 0.47 ‐0.62 ‐0.12 0.08 0.23 ‐0.86

3 ‐0.04 0.10 0.46 ‐0.68 ‐0.15 0.10 0.30 ‐0.99

4 ‐0.04 0.10 0.42 ‐0.70 ‐0.14 0.10 0.33 ‐0.83

5 ‐0.08 0.10 0.39 ‐0.79 ‐0.17 0.10 0.27 ‐0.85

6 ‐0.02 0.11 0.51 ‐0.63 ‐0.11 0.10 0.34 ‐0.76

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.14 0.31 1.77 ‐2.25 ‐0.18 0.32 1.74 ‐2.15

9 ‐0.01 0.05 0.24 ‐0.37 ‐0.09 0.04 0.15 ‐0.42

10 ‐0.02 0.06 0.24 ‐0.52 ‐0.12 0.06 0.25 ‐0.57

11 ‐0.11 0.08 0.27 ‐0.79 ‐0.18 0.08 0.21 ‐0.73

12 ‐0.06 0.10 0.42 ‐0.79 ‐0.18 0.09 0.26 ‐0.80

13 ‐0.10 0.09 0.31 ‐0.83 ‐0.20 0.09 0.21 ‐0.84

14 ‐0.02 0.10 0.41 ‐0.70 ‐0.15 0.10 0.32 ‐0.81

15 ‐0.11 0.12 0.38 ‐1.10 ‐0.24 0.12 0.35 ‐1.17

16 ‐0.19 0.32 1.60 ‐2.98 ‐0.25 0.31 1.67 ‐2.22

17 ‐0.01 0.06 0.38 ‐0.25 ‐0.06 0.05 0.18 ‐0.34

18 0.03 0.08 0.37 ‐0.39 0.00 0.00 0.00 0.00

19 ‐0.06 0.08 0.37 ‐0.62 ‐0.16 0.08 0.21 ‐0.69

20 ‐0.05 0.10 0.42 ‐0.66 ‐0.17 0.09 0.22 ‐0.82

21 ‐0.12 0.10 0.35 ‐0.73 ‐0.22 0.10 0.22 ‐0.89

22 ‐0.02 0.12 0.49 ‐0.75 ‐0.18 0.11 0.33 ‐0.85

23 ‐0.04 0.14 0.52 ‐1.02 ‐0.15 0.13 0.52 ‐0.98

24 ‐0.28 0.36 1.84 ‐2.25 ‐0.25 0.32 1.71 ‐2.73

25 ‐0.06 0.04 0.12 ‐0.37 ‐0.14 0.06 0.04 ‐0.52

26 ‐0.02 0.06 0.24 ‐0.39 ‐0.16 0.06 0.10 ‐0.60

27 ‐0.11 0.08 0.26 ‐0.60 ‐0.18 0.08 0.15 ‐0.73

28 ‐0.10 0.09 0.39 ‐0.64 ‐0.19 0.09 0.21 ‐0.79

29 ‐0.13 0.09 0.32 ‐0.71 ‐0.22 0.09 0.21 ‐0.91

30 ‐0.08 0.11 0.40 ‐0.71 ‐0.18 0.10 0.31 ‐0.86

31 ‐0.13 0.13 0.49 ‐0.97 ‐0.20 0.12 0.39 ‐1.00

32 ‐0.30 0.42 1.82 ‐2.41 ‐0.26 0.33 1.52 ‐2.68

33 0.01 0.05 0.29 ‐0.22 ‐0.09 0.04 0.11 ‐0.36

34 0.01 0.07 0.29 ‐0.39 ‐0.12 0.06 0.17 ‐0.50

35 ‐0.10 0.08 0.30 ‐0.55 ‐0.16 0.08 0.22 ‐0.66

36 ‐0.09 0.09 0.37 ‐0.67 ‐0.18 0.09 0.24 ‐0.77

37 ‐0.13 0.10 0.34 ‐0.71 ‐0.23 0.09 0.20 ‐0.81

38 ‐0.09 0.11 0.42 ‐0.68 ‐0.17 0.11 0.29 ‐0.83

39 ‐0.09 0.14 0.59 ‐0.83 ‐0.16 0.13 0.51 ‐0.85

40 ‐0.28 0.41 1.83 ‐2.24 ‐0.26 0.32 1.61 ‐2.04

41 ‐0.02 0.04 0.16 ‐0.31 ‐0.11 0.05 0.06 ‐0.40

42 ‐0.05 0.06 0.22 ‐0.47 ‐0.12 0.06 0.15 ‐0.47

43 ‐0.09 0.08 0.27 ‐0.54 ‐0.20 0.07 0.14 ‐0.72

44 ‐0.14 0.09 0.29 ‐0.63 ‐0.21 0.08 0.23 ‐0.73

45 ‐0.22 0.10 0.24 ‐0.81 ‐0.23 0.09 0.24 ‐0.76

46 ‐0.18 0.11 0.33 ‐0.79 0.00 0.00 0.00 0.00

47 ‐0.19 0.13 0.42 ‐0.95 ‐0.20 0.12 0.37 ‐0.85

48 ‐0.27 0.37 1.72 ‐1.92 ‐0.27 0.34 1.76 ‐1.97

49 0.01 0.06 0.42 ‐0.30 ‐0.09 0.04 0.10 ‐0.32

50 0.03 0.08 0.36 ‐0.36 ‐0.08 0.06 0.19 ‐0.45

51 ‐0.12 0.09 0.27 ‐0.59 ‐0.15 0.07 0.24 ‐0.55

52 ‐0.16 0.10 0.30 ‐0.66 ‐0.18 0.09 0.27 ‐0.66

53 ‐0.18 0.10 0.32 ‐0.71 ‐0.23 0.09 0.26 ‐0.77

54 ‐0.15 0.11 0.42 ‐0.81 ‐0.23 0.10 0.31 ‐0.83

55 ‐0.18 0.13 0.48 ‐0.86 ‐0.21 0.12 0.42 ‐0.86

56 ‐0.30 0.41 1.99 ‐2.09 ‐0.33 0.31 1.60 ‐1.93

57 ‐0.01 0.04 0.19 ‐0.25 ‐0.09 0.04 0.07 ‐0.37

58 ‐0.04 0.06 0.23 ‐0.44 ‐0.08 0.05 0.16 ‐0.46

59 ‐0.12 0.08 0.27 ‐0.58 ‐0.15 0.07 0.22 ‐0.58

60 ‐0.15 0.09 0.33 ‐0.61 ‐0.18 0.08 0.27 ‐0.67

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.00 0.11 0.59 ‐0.64 ‐0.20 0.10 0.39 ‐0.87

63 ‐0.24 0.13 0.42 ‐0.96 ‐0.23 0.12 0.44 ‐1.03

64 ‐0.41 0.36 1.62 ‐2.16 ‐0.37 0.35 1.80 ‐2.32

Table A1 ‐  Configuration #1

Array C Array D

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 0o

Tap 

No #
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.03 0.07 0.43 ‐0.44 ‐0.12 0.06 0.12 ‐0.71

2 0.05 0.07 0.39 ‐0.56 ‐0.09 0.07 0.16 ‐0.89

3 0.01 0.07 0.40 ‐0.66 ‐0.10 0.07 0.25 ‐0.99

4 0.00 0.08 0.40 ‐0.69 ‐0.08 0.08 0.24 ‐0.95

5 ‐0.04 0.09 0.33 ‐0.80 ‐0.12 0.08 0.25 ‐0.95

6 0.01 0.11 0.61 ‐0.75 ‐0.08 0.09 0.35 ‐0.84

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.01 0.24 1.59 ‐1.96 ‐0.08 0.24 1.37 ‐1.89

9 ‐0.01 0.05 0.23 ‐0.38 ‐0.07 0.04 0.11 ‐0.39

10 0.00 0.06 0.26 ‐0.49 ‐0.11 0.06 0.16 ‐0.56

11 ‐0.09 0.08 0.30 ‐0.59 ‐0.15 0.07 0.16 ‐0.70

12 ‐0.02 0.09 0.47 ‐0.56 ‐0.15 0.08 0.23 ‐0.84

13 ‐0.08 0.08 0.32 ‐0.70 ‐0.17 0.08 0.19 ‐0.81

14 0.01 0.09 0.48 ‐0.57 ‐0.12 0.09 0.30 ‐0.77

15 ‐0.08 0.11 0.43 ‐0.87 ‐0.23 0.11 0.31 ‐1.02

16 ‐0.10 0.29 1.90 ‐1.97 ‐0.18 0.27 1.55 ‐1.86

17 ‐0.02 0.07 0.39 ‐0.30 ‐0.07 0.06 0.22 ‐0.40

18 0.05 0.07 0.38 ‐0.36 0.00 0.00 0.00 0.00

19 ‐0.02 0.08 0.37 ‐0.50 ‐0.13 0.07 0.17 ‐0.69

20 0.03 0.09 0.46 ‐0.47 ‐0.15 0.08 0.24 ‐0.74

21 ‐0.10 0.10 0.37 ‐0.70 ‐0.19 0.09 0.21 ‐0.79

22 0.00 0.12 0.58 ‐0.68 ‐0.16 0.11 0.33 ‐0.85

23 0.01 0.14 0.60 ‐0.79 ‐0.12 0.11 0.43 ‐0.81

24 ‐0.23 0.35 1.87 ‐2.09 ‐0.17 0.30 1.66 ‐2.31

25 ‐0.07 0.04 0.12 ‐0.50 ‐0.13 0.06 0.05 ‐0.48

26 ‐0.01 0.06 0.29 ‐0.44 ‐0.16 0.06 0.10 ‐0.59

27 ‐0.12 0.08 0.28 ‐0.58 ‐0.17 0.08 0.19 ‐0.72

28 ‐0.08 0.10 0.44 ‐0.64 ‐0.17 0.08 0.24 ‐0.81

29 ‐0.12 0.09 0.35 ‐0.79 ‐0.20 0.09 0.23 ‐0.76

30 ‐0.09 0.11 0.38 ‐0.78 ‐0.17 0.10 0.30 ‐0.84

31 ‐0.14 0.12 0.43 ‐0.92 ‐0.18 0.12 0.49 ‐0.87

32 ‐0.28 0.42 2.02 ‐2.19 ‐0.21 0.33 1.74 ‐1.99

33 0.04 0.06 0.43 ‐0.24 ‐0.11 0.05 0.13 ‐0.38

34 0.02 0.07 0.34 ‐0.47 ‐0.12 0.07 0.18 ‐0.57

35 ‐0.11 0.08 0.38 ‐0.66 ‐0.16 0.07 0.24 ‐0.67

36 ‐0.05 0.10 0.45 ‐0.61 ‐0.17 0.09 0.30 ‐0.75

37 ‐0.10 0.10 0.40 ‐0.70 ‐0.22 0.09 0.26 ‐0.85

38 ‐0.08 0.12 0.46 ‐0.67 ‐0.17 0.11 0.34 ‐0.83

39 ‐0.08 0.14 0.61 ‐0.83 ‐0.15 0.13 0.50 ‐0.86

40 ‐0.31 0.42 1.86 ‐2.26 ‐0.27 0.32 1.69 ‐2.02

41 ‐0.01 0.04 0.17 ‐0.36 ‐0.07 0.05 0.11 ‐0.40

42 ‐0.07 0.06 0.20 ‐0.46 ‐0.15 0.06 0.14 ‐0.54

43 ‐0.03 0.08 0.37 ‐0.45 ‐0.20 0.07 0.12 ‐0.67

44 ‐0.12 0.10 0.34 ‐0.60 ‐0.21 0.08 0.18 ‐0.71

45 ‐0.22 0.10 0.25 ‐0.80 ‐0.22 0.09 0.23 ‐0.78

46 ‐0.16 0.11 0.37 ‐0.74 0.00 0.00 0.00 0.00

47 ‐0.19 0.13 0.51 ‐0.89 ‐0.23 0.13 0.36 ‐0.89

48 ‐0.31 0.37 1.96 ‐2.10 ‐0.32 0.34 1.76 ‐1.94

49 0.00 0.07 0.39 ‐0.37 ‐0.09 0.05 0.12 ‐0.38

50 0.07 0.08 0.49 ‐0.35 ‐0.10 0.06 0.15 ‐0.47

51 ‐0.11 0.09 0.28 ‐0.56 ‐0.15 0.07 0.19 ‐0.58

52 ‐0.18 0.10 0.27 ‐0.68 ‐0.18 0.09 0.24 ‐0.63

53 ‐0.18 0.10 0.34 ‐0.67 ‐0.22 0.09 0.19 ‐0.70

54 ‐0.15 0.13 0.42 ‐0.77 ‐0.24 0.11 0.27 ‐0.78

55 ‐0.15 0.14 0.52 ‐0.86 ‐0.20 0.13 0.40 ‐0.80

56 ‐0.29 0.41 2.07 ‐2.11 ‐0.36 0.32 1.77 ‐1.93

57 ‐0.02 0.04 0.19 ‐0.24 ‐0.10 0.04 0.07 ‐0.35

58 ‐0.05 0.07 0.26 ‐0.39 ‐0.09 0.05 0.16 ‐0.41

59 ‐0.13 0.09 0.33 ‐0.54 ‐0.16 0.07 0.22 ‐0.55

60 ‐0.16 0.10 0.34 ‐0.65 ‐0.19 0.08 0.23 ‐0.64

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.16 0.12 0.74 ‐0.44 ‐0.21 0.10 0.27 ‐0.82

63 ‐0.28 0.14 0.38 ‐1.06 ‐0.24 0.13 0.35 ‐1.00

64 ‐0.43 0.37 1.59 ‐2.18 ‐0.39 0.37 1.97 ‐2.14

Table A2 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 10o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.05 0.06 0.36 ‐0.30 ‐0.11 0.05 0.13 ‐0.45

2 0.04 0.07 0.34 ‐0.35 ‐0.08 0.08 0.16 ‐0.63

3 0.04 0.06 0.34 ‐0.34 ‐0.08 0.05 0.14 ‐0.53

4 0.03 0.06 0.35 ‐0.40 ‐0.05 0.05 0.20 ‐0.46

5 ‐0.03 0.07 0.41 ‐0.48 ‐0.10 0.06 0.19 ‐0.52

6 0.03 0.11 0.68 ‐0.41 ‐0.07 0.08 0.31 ‐0.53

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.04 0.21 1.61 ‐0.96 ‐0.06 0.19 1.41 ‐1.10

9 ‐0.02 0.05 0.20 ‐0.31 ‐0.06 0.04 0.08 ‐0.27

10 0.01 0.06 0.30 ‐0.41 ‐0.10 0.05 0.16 ‐0.44

11 ‐0.05 0.08 0.29 ‐0.50 ‐0.12 0.06 0.23 ‐0.49

12 0.03 0.09 0.47 ‐0.47 ‐0.12 0.07 0.27 ‐0.54

13 ‐0.07 0.08 0.31 ‐0.54 ‐0.15 0.07 0.20 ‐0.59

14 0.01 0.08 0.43 ‐0.50 ‐0.10 0.08 0.31 ‐0.62

15 ‐0.06 0.10 0.46 ‐0.60 ‐0.22 0.10 0.32 ‐0.84

16 ‐0.06 0.26 1.49 ‐1.48 ‐0.13 0.24 1.55 ‐1.45

17 ‐0.04 0.07 0.39 ‐0.33 ‐0.10 0.06 0.15 ‐0.45

18 0.05 0.09 0.39 ‐0.62 0.00 0.00 0.00 0.00

19 0.01 0.07 0.39 ‐0.54 ‐0.12 0.07 0.28 ‐0.63

20 0.08 0.09 0.54 ‐0.50 ‐0.14 0.07 0.27 ‐0.67

21 ‐0.09 0.10 0.43 ‐0.68 ‐0.17 0.09 0.25 ‐0.73

22 0.01 0.13 0.61 ‐0.66 ‐0.16 0.11 0.35 ‐0.81

23 0.04 0.13 0.61 ‐0.61 ‐0.09 0.11 0.47 ‐0.72

24 ‐0.19 0.33 1.65 ‐1.72 ‐0.13 0.29 1.56 ‐1.82

25 ‐0.08 0.05 0.10 ‐0.42 ‐0.14 0.06 0.04 ‐0.44

26 ‐0.01 0.06 0.26 ‐0.51 ‐0.16 0.06 0.12 ‐0.51

27 ‐0.11 0.08 0.27 ‐0.63 ‐0.15 0.07 0.21 ‐0.58

28 ‐0.05 0.09 0.41 ‐0.63 ‐0.16 0.08 0.23 ‐0.60

29 ‐0.11 0.09 0.34 ‐0.72 ‐0.19 0.08 0.24 ‐0.70

30 ‐0.11 0.10 0.45 ‐0.73 ‐0.17 0.10 0.30 ‐0.74

31 ‐0.15 0.12 0.56 ‐0.84 ‐0.17 0.12 0.49 ‐0.84

32 ‐0.28 0.39 1.88 ‐2.00 ‐0.18 0.31 1.85 ‐1.98

33 0.06 0.07 0.51 ‐0.24 ‐0.14 0.06 0.11 ‐0.42

34 0.03 0.07 0.34 ‐0.40 ‐0.13 0.08 0.18 ‐0.84

35 ‐0.11 0.08 0.26 ‐0.62 ‐0.16 0.07 0.28 ‐0.53

36 ‐0.02 0.09 0.41 ‐0.55 ‐0.16 0.08 0.35 ‐0.60

37 ‐0.06 0.10 0.39 ‐0.64 ‐0.22 0.09 0.32 ‐0.72

38 ‐0.08 0.12 0.52 ‐0.67 ‐0.18 0.12 0.38 ‐0.76

39 ‐0.07 0.13 0.49 ‐0.74 ‐0.14 0.13 0.52 ‐0.83

40 ‐0.28 0.39 1.75 ‐1.98 ‐0.31 0.31 1.55 ‐1.98

41 ‐0.01 0.04 0.16 ‐0.32 ‐0.12 0.05 0.07 ‐0.40

42 ‐0.09 0.06 0.18 ‐0.50 ‐0.16 0.06 0.17 ‐0.91

43 0.03 0.08 0.46 ‐0.50 ‐0.20 0.07 0.18 ‐0.66

44 ‐0.09 0.10 0.44 ‐0.64 ‐0.20 0.08 0.21 ‐0.64

45 ‐0.22 0.10 0.24 ‐0.80 ‐0.21 0.09 0.21 ‐0.71

46 ‐0.15 0.11 0.41 ‐0.84 0.00 0.00 0.00 0.00

47 ‐0.20 0.13 0.43 ‐0.98 ‐0.24 0.13 0.39 ‐0.99

48 ‐0.32 0.33 1.87 ‐2.12 ‐0.36 0.31 1.56 ‐2.02

49 ‐0.01 0.07 0.41 ‐0.36 ‐0.12 0.06 0.17 ‐0.45

50 0.10 0.12 0.54 ‐0.75 ‐0.08 0.07 0.21 ‐0.61

51 ‐0.10 0.08 0.27 ‐0.65 ‐0.13 0.07 0.24 ‐0.62

52 ‐0.19 0.10 0.29 ‐0.69 ‐0.17 0.09 0.27 ‐0.68

53 ‐0.17 0.10 0.35 ‐0.68 ‐0.21 0.09 0.23 ‐0.73

54 ‐0.15 0.13 0.45 ‐0.79 ‐0.23 0.11 0.37 ‐0.85

55 ‐0.12 0.14 0.57 ‐0.94 ‐0.16 0.13 0.47 ‐1.00

56 ‐0.25 0.39 1.93 ‐2.07 ‐0.34 0.30 1.67 ‐2.03

57 ‐0.03 0.05 0.17 ‐0.40 ‐0.10 0.04 0.07 ‐0.35

58 ‐0.06 0.07 0.23 ‐0.47 ‐0.10 0.06 0.16 ‐0.50

59 ‐0.14 0.09 0.24 ‐0.57 ‐0.16 0.08 0.25 ‐0.66

60 ‐0.14 0.10 0.31 ‐0.63 ‐0.19 0.09 0.24 ‐0.70

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.30 0.12 0.79 ‐0.37 ‐0.21 0.10 0.27 ‐0.80

63 ‐0.30 0.14 0.31 ‐1.13 ‐0.24 0.13 0.41 ‐1.07

64 ‐0.40 0.35 1.61 ‐2.15 ‐0.35 0.38 1.94 ‐2.47

Table A3 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 20o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.00 0.05 0.40 ‐0.26 ‐0.10 0.05 0.09 ‐0.44

2 0.07 0.06 0.40 ‐0.29 ‐0.07 0.06 0.19 ‐0.70

3 0.05 0.05 0.32 ‐0.28 ‐0.07 0.05 0.15 ‐0.59

4 0.03 0.06 0.37 ‐0.29 ‐0.07 0.05 0.25 ‐0.51

5 ‐0.01 0.06 0.35 ‐0.42 ‐0.10 0.06 0.19 ‐0.61

6 0.03 0.10 0.62 ‐0.39 ‐0.07 0.07 0.31 ‐0.58

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.02 0.20 1.52 ‐0.80 ‐0.06 0.18 1.32 ‐0.96

9 ‐0.03 0.05 0.18 ‐0.31 ‐0.08 0.04 0.07 ‐0.29

10 ‐0.01 0.06 0.23 ‐0.41 ‐0.11 0.05 0.20 ‐0.41

11 ‐0.04 0.08 0.34 ‐0.49 ‐0.13 0.06 0.24 ‐0.49

12 0.03 0.09 0.53 ‐0.48 ‐0.10 0.07 0.33 ‐0.53

13 ‐0.04 0.08 0.38 ‐0.50 ‐0.15 0.07 0.27 ‐0.63

14 ‐0.03 0.08 0.42 ‐0.43 ‐0.14 0.08 0.32 ‐0.70

15 ‐0.09 0.11 0.49 ‐0.63 ‐0.22 0.10 0.31 ‐0.87

16 ‐0.20 0.24 1.15 ‐1.52 ‐0.12 0.25 1.71 ‐1.41

17 ‐0.03 0.06 0.33 ‐0.28 ‐0.10 0.06 0.13 ‐0.42

18 0.08 0.08 0.48 ‐0.41 0.00 0.00 0.00 0.00

19 ‐0.01 0.07 0.36 ‐0.46 ‐0.14 0.07 0.21 ‐0.64

20 ‐0.02 0.09 0.44 ‐0.49 ‐0.16 0.07 0.27 ‐0.67

21 ‐0.06 0.09 0.39 ‐0.53 ‐0.19 0.08 0.32 ‐0.74

22 ‐0.02 0.13 0.66 ‐0.54 ‐0.15 0.10 0.40 ‐0.69

23 0.03 0.13 0.61 ‐0.67 ‐0.08 0.11 0.46 ‐0.80

24 ‐0.20 0.32 1.73 ‐1.61 ‐0.15 0.29 1.60 ‐1.61

25 ‐0.08 0.05 0.12 ‐0.38 ‐0.14 0.06 0.05 ‐0.54

26 ‐0.05 0.06 0.28 ‐0.37 ‐0.15 0.06 0.13 ‐0.52

27 ‐0.08 0.08 0.35 ‐0.49 ‐0.15 0.08 0.28 ‐0.65

28 ‐0.06 0.10 0.45 ‐0.57 ‐0.15 0.08 0.31 ‐0.72

29 ‐0.10 0.09 0.39 ‐0.65 ‐0.19 0.09 0.23 ‐0.81

30 ‐0.11 0.10 0.41 ‐0.69 ‐0.17 0.10 0.30 ‐0.79

31 ‐0.18 0.13 0.51 ‐0.88 ‐0.22 0.12 0.57 ‐0.93

32 ‐0.33 0.38 1.72 ‐2.17 ‐0.23 0.31 1.62 ‐1.88

33 ‐0.01 0.07 0.39 ‐0.32 ‐0.14 0.06 0.12 ‐0.41

34 0.06 0.08 0.41 ‐0.37 ‐0.13 0.09 0.26 ‐0.67

35 ‐0.06 0.08 0.31 ‐0.55 ‐0.15 0.07 0.23 ‐0.57

36 ‐0.06 0.09 0.41 ‐0.54 ‐0.18 0.08 0.24 ‐0.75

37 ‐0.13 0.10 0.30 ‐0.64 ‐0.21 0.09 0.24 ‐0.78

38 ‐0.12 0.12 0.45 ‐0.69 ‐0.19 0.11 0.36 ‐0.82

39 ‐0.06 0.14 0.51 ‐0.77 ‐0.14 0.13 0.48 ‐0.94

40 ‐0.28 0.36 1.65 ‐1.96 ‐0.33 0.31 1.93 ‐1.92

41 ‐0.01 0.04 0.16 ‐0.35 ‐0.13 0.04 0.04 ‐0.37

42 ‐0.09 0.06 0.23 ‐0.48 ‐0.17 0.06 0.11 ‐0.50

43 ‐0.09 0.09 0.33 ‐0.51 ‐0.20 0.08 0.14 ‐0.64

44 ‐0.11 0.10 0.41 ‐0.61 ‐0.20 0.08 0.19 ‐0.72

45 ‐0.22 0.10 0.22 ‐0.74 ‐0.23 0.09 0.21 ‐0.79

46 ‐0.20 0.10 0.28 ‐0.77 0.00 0.00 0.00 0.00

47 ‐0.24 0.13 0.45 ‐1.00 ‐0.26 0.13 0.42 ‐0.93

48 ‐0.30 0.31 1.55 ‐1.93 ‐0.36 0.31 1.59 ‐1.89

49 ‐0.02 0.07 0.40 ‐0.38 ‐0.14 0.06 0.15 ‐0.44

50 0.08 0.10 0.59 ‐0.55 ‐0.06 0.06 0.24 ‐0.47

51 ‐0.08 0.08 0.31 ‐0.66 ‐0.14 0.07 0.25 ‐0.57

52 ‐0.12 0.10 0.40 ‐0.71 ‐0.17 0.09 0.28 ‐0.66

53 ‐0.16 0.10 0.34 ‐0.74 ‐0.21 0.10 0.26 ‐0.74

54 ‐0.12 0.13 0.52 ‐0.77 ‐0.20 0.12 0.45 ‐0.80

55 ‐0.10 0.14 0.49 ‐0.92 ‐0.14 0.14 0.48 ‐0.93

56 ‐0.27 0.36 1.82 ‐1.92 ‐0.35 0.30 1.33 ‐1.70

57 0.02 0.04 0.20 ‐0.24 ‐0.09 0.04 0.09 ‐0.43

58 ‐0.05 0.07 0.27 ‐0.41 ‐0.11 0.06 0.18 ‐0.65

59 ‐0.12 0.09 0.40 ‐0.57 ‐0.18 0.08 0.21 ‐0.73

60 ‐0.12 0.10 0.39 ‐0.76 ‐0.19 0.09 0.23 ‐0.70

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.06 0.12 0.48 ‐0.71 ‐0.21 0.11 0.41 ‐0.83

63 ‐0.25 0.14 0.34 ‐1.08 ‐0.27 0.13 0.53 ‐1.04

64 ‐0.39 0.33 1.38 ‐2.13 ‐0.34 0.39 2.16 ‐1.88

Table A4 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 30o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.01 0.06 0.33 ‐0.26 ‐0.08 0.05 0.15 ‐0.36

2 0.06 0.08 0.46 ‐0.31 ‐0.05 0.07 0.28 ‐0.42

3 0.07 0.05 0.37 ‐0.26 ‐0.06 0.05 0.16 ‐0.42

4 0.05 0.06 0.38 ‐0.31 ‐0.05 0.05 0.19 ‐0.36

5 ‐0.01 0.06 0.26 ‐0.36 ‐0.09 0.05 0.16 ‐0.43

6 0.02 0.09 0.58 ‐0.45 ‐0.05 0.07 0.36 ‐0.43

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.02 0.21 1.80 ‐0.94 ‐0.05 0.19 1.09 ‐1.00

9 ‐0.05 0.06 0.13 ‐0.40 ‐0.07 0.04 0.09 ‐0.31

10 0.00 0.06 0.27 ‐0.40 ‐0.10 0.06 0.19 ‐0.42

11 ‐0.03 0.08 0.37 ‐0.45 ‐0.12 0.07 0.25 ‐0.48

12 0.07 0.09 0.54 ‐0.43 ‐0.09 0.07 0.36 ‐0.58

13 ‐0.03 0.08 0.34 ‐0.51 ‐0.14 0.07 0.27 ‐0.61

14 ‐0.03 0.08 0.37 ‐0.52 ‐0.13 0.08 0.30 ‐0.69

15 ‐0.08 0.11 0.46 ‐0.72 ‐0.23 0.10 0.54 ‐0.88

16 ‐0.15 0.24 1.40 ‐1.46 ‐0.12 0.26 1.67 ‐1.60

17 ‐0.03 0.06 0.36 ‐0.31 ‐0.09 0.06 0.25 ‐0.38

18 0.10 0.10 0.59 ‐0.40 0.00 0.00 0.00 0.00

19 0.04 0.08 0.44 ‐0.46 ‐0.13 0.07 0.20 ‐0.60

20 0.03 0.09 0.51 ‐0.47 ‐0.16 0.07 0.25 ‐0.68

21 ‐0.05 0.09 0.46 ‐0.61 ‐0.18 0.08 0.25 ‐0.72

22 0.00 0.12 0.64 ‐0.63 ‐0.15 0.11 0.39 ‐0.80

23 0.04 0.14 0.72 ‐0.68 ‐0.07 0.12 0.71 ‐0.69

24 ‐0.16 0.31 1.60 ‐1.54 ‐0.17 0.28 1.76 ‐1.52

25 ‐0.10 0.06 0.07 ‐0.42 ‐0.14 0.06 0.03 ‐0.49

26 ‐0.05 0.06 0.26 ‐0.45 ‐0.16 0.06 0.11 ‐0.53

27 ‐0.07 0.09 0.35 ‐0.58 ‐0.15 0.08 0.24 ‐0.60

28 ‐0.03 0.10 0.42 ‐0.60 ‐0.14 0.08 0.27 ‐0.72

29 ‐0.09 0.09 0.39 ‐0.59 ‐0.18 0.09 0.21 ‐0.78

30 ‐0.12 0.10 0.43 ‐0.73 ‐0.17 0.10 0.31 ‐0.83

31 ‐0.19 0.13 0.44 ‐0.97 ‐0.22 0.13 0.52 ‐0.93

32 ‐0.26 0.34 1.70 ‐2.00 ‐0.27 0.30 1.64 ‐1.86

33 0.02 0.07 0.41 ‐0.33 ‐0.13 0.06 0.18 ‐0.42

34 0.07 0.09 0.51 ‐0.39 ‐0.07 0.11 0.45 ‐0.65

35 ‐0.05 0.08 0.32 ‐0.55 ‐0.13 0.07 0.21 ‐0.61

36 ‐0.03 0.09 0.39 ‐0.52 ‐0.18 0.08 0.23 ‐0.64

37 ‐0.11 0.09 0.31 ‐0.64 ‐0.19 0.09 0.24 ‐0.68

38 ‐0.10 0.12 0.47 ‐0.66 ‐0.18 0.11 0.36 ‐0.87

39 ‐0.03 0.14 0.61 ‐0.98 ‐0.11 0.13 0.59 ‐0.95

40 ‐0.24 0.34 1.70 ‐1.81 ‐0.34 0.28 1.44 ‐1.76

41 ‐0.02 0.04 0.18 ‐0.28 ‐0.12 0.04 0.10 ‐0.36

42 ‐0.12 0.06 0.22 ‐0.53 ‐0.18 0.06 0.10 ‐0.55

43 ‐0.06 0.09 0.43 ‐0.56 ‐0.22 0.08 0.13 ‐0.73

44 ‐0.09 0.10 0.41 ‐0.66 ‐0.20 0.09 0.18 ‐0.78

45 ‐0.22 0.10 0.23 ‐0.81 ‐0.23 0.09 0.19 ‐0.75

46 ‐0.18 0.11 0.33 ‐0.77 0.00 0.00 0.00 0.00

47 ‐0.26 0.14 0.42 ‐1.11 ‐0.28 0.14 0.45 ‐1.03

48 ‐0.27 0.29 1.48 ‐1.83 ‐0.32 0.29 1.45 ‐1.83

49 0.00 0.07 0.56 ‐0.35 ‐0.14 0.06 0.18 ‐0.48

50 0.15 0.13 0.78 ‐0.50 ‐0.04 0.07 0.39 ‐0.47

51 ‐0.06 0.08 0.41 ‐0.57 ‐0.12 0.07 0.23 ‐0.57

52 ‐0.12 0.10 0.40 ‐0.70 ‐0.16 0.09 0.24 ‐0.67

53 ‐0.14 0.10 0.40 ‐0.68 ‐0.19 0.10 0.27 ‐0.76

54 ‐0.08 0.15 0.74 ‐0.82 ‐0.15 0.14 0.57 ‐0.74

55 ‐0.03 0.16 0.66 ‐0.96 ‐0.06 0.16 0.63 ‐0.83

56 ‐0.22 0.36 1.82 ‐1.80 ‐0.27 0.33 1.65 ‐1.58

57 0.02 0.05 0.24 ‐0.22 ‐0.07 0.04 0.13 ‐0.35

58 ‐0.06 0.07 0.34 ‐0.49 ‐0.10 0.06 0.21 ‐0.50

59 ‐0.12 0.09 0.41 ‐0.70 ‐0.18 0.08 0.22 ‐0.67

60 ‐0.11 0.10 0.44 ‐0.80 ‐0.19 0.09 0.21 ‐0.70

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.03 0.13 0.64 ‐0.61 ‐0.20 0.11 0.29 ‐0.79

63 ‐0.26 0.15 0.51 ‐1.12 ‐0.28 0.13 0.35 ‐1.02

64 ‐0.31 0.29 1.57 ‐1.93 ‐0.34 0.34 1.98 ‐1.92

Table A5 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 40o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.01 0.05 0.28 ‐0.30 ‐0.07 0.05 0.21 ‐0.35

2 0.08 0.09 0.56 ‐0.27 ‐0.01 0.08 0.37 ‐0.48

3 0.10 0.06 0.39 ‐0.23 ‐0.03 0.05 0.22 ‐0.42

4 0.07 0.06 0.43 ‐0.25 ‐0.03 0.05 0.22 ‐0.47

5 0.01 0.05 0.27 ‐0.37 ‐0.08 0.05 0.16 ‐0.49

6 0.03 0.10 0.61 ‐0.46 ‐0.04 0.08 0.36 ‐0.50

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.03 0.20 1.58 ‐0.79 ‐0.05 0.19 1.28 ‐1.03

9 ‐0.05 0.06 0.16 ‐0.38 ‐0.06 0.04 0.11 ‐0.29

10 0.00 0.06 0.28 ‐0.34 ‐0.08 0.06 0.22 ‐0.44

11 ‐0.02 0.08 0.39 ‐0.47 ‐0.09 0.07 0.28 ‐0.51

12 0.09 0.09 0.57 ‐0.39 ‐0.07 0.07 0.34 ‐0.51

13 ‐0.02 0.08 0.35 ‐0.48 ‐0.10 0.08 0.27 ‐0.70

14 ‐0.03 0.08 0.40 ‐0.55 ‐0.10 0.08 0.29 ‐0.68

15 ‐0.06 0.11 0.56 ‐0.69 ‐0.24 0.10 0.22 ‐0.91

16 ‐0.08 0.23 1.43 ‐1.27 ‐0.13 0.25 1.39 ‐1.50

17 ‐0.02 0.07 0.42 ‐0.37 ‐0.07 0.06 0.31 ‐0.47

18 0.14 0.12 0.78 ‐0.36 0.00 0.00 0.00 0.00

19 0.07 0.08 0.43 ‐0.47 ‐0.10 0.07 0.25 ‐0.59

20 0.08 0.09 0.48 ‐0.41 ‐0.13 0.07 0.20 ‐0.61

21 ‐0.03 0.09 0.36 ‐0.55 ‐0.16 0.08 0.22 ‐0.70

22 0.02 0.12 0.59 ‐0.56 ‐0.12 0.12 0.38 ‐0.83

23 0.08 0.14 0.76 ‐0.56 ‐0.03 0.13 0.56 ‐0.73

24 ‐0.12 0.28 1.53 ‐1.41 ‐0.18 0.25 1.57 ‐1.50

25 ‐0.12 0.06 0.10 ‐0.43 ‐0.13 0.06 0.06 ‐0.45

26 ‐0.06 0.06 0.27 ‐0.55 ‐0.14 0.06 0.17 ‐0.56

27 ‐0.07 0.09 0.43 ‐0.59 ‐0.13 0.08 0.30 ‐0.61

28 ‐0.01 0.10 0.50 ‐0.59 ‐0.12 0.08 0.31 ‐0.58

29 ‐0.06 0.09 0.38 ‐0.68 ‐0.15 0.08 0.24 ‐0.67

30 ‐0.12 0.10 0.41 ‐0.70 ‐0.15 0.10 0.29 ‐0.75

31 ‐0.19 0.13 0.48 ‐0.85 ‐0.21 0.12 0.34 ‐0.97

32 ‐0.19 0.29 1.72 ‐1.57 ‐0.28 0.26 1.39 ‐1.69

33 0.03 0.08 0.43 ‐0.33 ‐0.11 0.07 0.27 ‐0.52

34 0.09 0.11 0.57 ‐0.39 0.00 0.12 0.49 ‐0.63

35 ‐0.05 0.08 0.35 ‐0.55 ‐0.11 0.07 0.23 ‐0.62

36 0.00 0.09 0.51 ‐0.51 ‐0.16 0.08 0.21 ‐0.62

37 ‐0.07 0.09 0.39 ‐0.66 ‐0.16 0.09 0.21 ‐0.67

38 ‐0.07 0.13 0.50 ‐0.77 ‐0.14 0.11 0.42 ‐0.74

39 0.02 0.16 0.67 ‐0.85 ‐0.06 0.14 0.48 ‐0.84

40 ‐0.18 0.32 1.73 ‐1.76 ‐0.32 0.27 1.22 ‐1.64

41 ‐0.01 0.05 0.19 ‐0.28 ‐0.09 0.06 0.65 ‐0.67

42 ‐0.14 0.07 0.13 ‐0.60 ‐0.18 0.07 0.15 ‐0.62

43 ‐0.03 0.09 0.38 ‐0.51 ‐0.22 0.08 0.15 ‐0.69

44 ‐0.08 0.10 0.38 ‐0.67 ‐0.20 0.09 0.19 ‐0.66

45 ‐0.21 0.10 0.26 ‐0.93 ‐0.21 0.09 0.19 ‐0.75

46 ‐0.17 0.10 0.36 ‐0.98 0.00 0.00 0.00 0.00

47 ‐0.27 0.14 0.50 ‐1.13 ‐0.30 0.14 0.38 ‐1.01

48 ‐0.26 0.26 1.39 ‐2.09 ‐0.27 0.27 1.30 ‐1.71

49 0.03 0.09 0.54 ‐0.30 ‐0.12 0.07 0.23 ‐0.47

50 0.24 0.15 0.89 ‐0.44 0.01 0.09 0.53 ‐0.41

51 ‐0.03 0.09 0.37 ‐0.55 ‐0.10 0.08 0.27 ‐0.54

52 ‐0.11 0.10 0.33 ‐0.69 ‐0.15 0.09 0.27 ‐0.75

53 ‐0.11 0.10 0.35 ‐0.73 ‐0.16 0.10 0.32 ‐0.68

54 ‐0.04 0.16 0.87 ‐0.88 ‐0.11 0.16 0.61 ‐0.76

55 0.03 0.18 0.74 ‐1.14 0.01 0.18 0.78 ‐0.81

56 ‐0.13 0.35 2.04 ‐2.02 ‐0.18 0.35 1.78 ‐1.72

57 0.00 0.06 0.29 ‐0.33 ‐0.07 0.05 0.16 ‐0.34

58 ‐0.08 0.08 0.33 ‐0.52 ‐0.10 0.07 0.24 ‐0.54

59 ‐0.12 0.09 0.39 ‐0.64 ‐0.17 0.08 0.27 ‐0.64

60 ‐0.08 0.10 0.41 ‐0.69 ‐0.18 0.09 0.26 ‐0.79

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.10 0.13 0.66 ‐0.62 ‐0.21 0.12 0.35 ‐0.83

63 ‐0.27 0.15 0.55 ‐1.23 ‐0.29 0.15 0.50 ‐1.10

64 ‐0.25 0.26 1.67 ‐2.12 ‐0.37 0.31 1.57 ‐2.09

Table A6 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 50o

Tap 

No #

Array C Array D

Page 44 of 225



Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.02 0.05 0.28 ‐0.24 ‐0.08 0.05 0.17 ‐0.38

2 0.12 0.11 0.69 ‐0.25 ‐0.01 0.09 0.44 ‐0.39

3 0.11 0.06 0.40 ‐0.24 ‐0.03 0.05 0.19 ‐0.41

4 0.07 0.06 0.36 ‐0.22 ‐0.04 0.05 0.21 ‐0.41

5 0.02 0.06 0.27 ‐0.34 ‐0.07 0.05 0.20 ‐0.44

6 0.02 0.09 0.50 ‐0.60 ‐0.04 0.07 0.35 ‐0.46

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.01 0.17 1.28 ‐0.90 ‐0.08 0.18 1.03 ‐0.94

9 ‐0.04 0.06 0.17 ‐0.34 ‐0.05 0.04 0.12 ‐0.34

10 ‐0.03 0.06 0.35 ‐0.36 ‐0.08 0.07 0.23 ‐0.52

11 ‐0.03 0.08 0.37 ‐0.49 ‐0.09 0.07 0.28 ‐0.52

12 0.06 0.09 0.50 ‐0.40 ‐0.06 0.07 0.29 ‐0.58

13 ‐0.01 0.08 0.36 ‐0.47 ‐0.10 0.07 0.25 ‐0.72

14 ‐0.03 0.09 0.36 ‐0.60 ‐0.10 0.09 0.29 ‐0.70

15 ‐0.09 0.11 0.56 ‐0.79 ‐0.25 0.11 0.28 ‐0.88

16 ‐0.14 0.21 1.29 ‐1.42 ‐0.19 0.21 1.16 ‐1.32

17 0.01 0.06 0.47 ‐0.26 ‐0.07 0.06 0.28 ‐0.36

18 0.14 0.13 0.77 ‐0.32 0.00 0.00 0.00 0.00

19 0.07 0.08 0.48 ‐0.39 ‐0.10 0.06 0.21 ‐0.56

20 0.04 0.09 0.46 ‐0.43 ‐0.13 0.07 0.22 ‐0.59

21 ‐0.01 0.09 0.39 ‐0.51 ‐0.15 0.08 0.24 ‐0.66

22 0.02 0.12 0.66 ‐0.54 ‐0.11 0.11 0.38 ‐0.83

23 0.10 0.16 0.89 ‐0.72 0.00 0.14 0.85 ‐0.71

24 ‐0.11 0.25 1.28 ‐1.30 ‐0.20 0.21 1.03 ‐1.39

25 ‐0.10 0.06 0.14 ‐0.44 ‐0.11 0.06 0.10 ‐0.49

26 ‐0.10 0.07 0.26 ‐0.46 ‐0.15 0.07 0.16 ‐0.57

27 ‐0.06 0.09 0.48 ‐0.51 ‐0.12 0.08 0.30 ‐0.55

28 ‐0.03 0.09 0.49 ‐0.59 ‐0.11 0.08 0.30 ‐0.61

29 ‐0.06 0.09 0.39 ‐0.59 ‐0.13 0.09 0.30 ‐0.71

30 ‐0.08 0.11 0.39 ‐0.68 ‐0.13 0.10 0.32 ‐0.76

31 ‐0.21 0.13 0.44 ‐0.90 ‐0.25 0.12 0.48 ‐0.95

32 ‐0.19 0.25 1.59 ‐1.81 ‐0.30 0.23 1.04 ‐1.58

33 0.00 0.07 0.42 ‐0.34 ‐0.11 0.07 0.24 ‐0.59

34 0.12 0.12 0.78 ‐0.33 0.01 0.12 0.64 ‐0.75

35 ‐0.01 0.08 0.34 ‐0.46 ‐0.11 0.07 0.24 ‐0.59

36 ‐0.03 0.09 0.43 ‐0.56 ‐0.16 0.08 0.24 ‐0.68

37 ‐0.09 0.09 0.38 ‐0.62 ‐0.16 0.09 0.27 ‐0.77

38 ‐0.08 0.12 0.57 ‐0.70 ‐0.08 0.14 0.67 ‐0.81

39 0.05 0.17 0.97 ‐0.76 0.00 0.16 0.79 ‐0.83

40 ‐0.16 0.27 1.64 ‐1.59 ‐0.25 0.27 1.20 ‐1.55

41 ‐0.03 0.05 0.21 ‐0.33 ‐0.13 0.07 0.16 ‐0.52

42 ‐0.16 0.08 0.20 ‐0.67 ‐0.20 0.07 0.14 ‐0.76

43 ‐0.11 0.09 0.37 ‐0.66 ‐0.23 0.08 0.14 ‐0.73

44 ‐0.12 0.09 0.39 ‐0.61 ‐0.20 0.09 0.25 ‐0.71

45 ‐0.21 0.10 0.23 ‐0.85 ‐0.21 0.09 0.23 ‐0.80

46 ‐0.18 0.11 0.35 ‐0.78 0.00 0.00 0.00 0.00

47 ‐0.31 0.13 0.34 ‐1.09 ‐0.35 0.13 0.21 ‐1.04

48 ‐0.26 0.24 1.07 ‐1.73 ‐0.26 0.24 1.08 ‐1.79

49 0.03 0.09 0.54 ‐0.33 ‐0.10 0.07 0.27 ‐0.47

50 0.26 0.17 1.02 ‐0.43 0.07 0.12 0.85 ‐0.44

51 0.01 0.10 0.42 ‐0.53 ‐0.09 0.08 0.28 ‐0.63

52 ‐0.06 0.10 0.40 ‐0.56 ‐0.14 0.09 0.29 ‐0.75

53 ‐0.09 0.10 0.44 ‐0.62 ‐0.17 0.10 0.31 ‐0.80

54 ‐0.04 0.16 0.85 ‐0.70 ‐0.12 0.16 0.73 ‐1.03

55 0.04 0.19 0.89 ‐0.85 ‐0.02 0.19 0.87 ‐1.06

56 ‐0.12 0.29 1.60 ‐1.76 ‐0.17 0.31 1.72 ‐1.65

57 0.01 0.06 0.29 ‐0.30 ‐0.07 0.05 0.19 ‐0.38

58 ‐0.10 0.08 0.24 ‐0.55 ‐0.12 0.07 0.19 ‐0.58

59 ‐0.11 0.09 0.32 ‐0.61 ‐0.18 0.08 0.24 ‐0.74

60 ‐0.07 0.10 0.40 ‐0.64 ‐0.18 0.09 0.25 ‐0.81

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.08 0.13 0.53 ‐0.75 ‐0.23 0.13 0.33 ‐0.97

63 ‐0.24 0.16 0.59 ‐1.07 ‐0.30 0.16 0.48 ‐1.22

64 ‐0.25 0.24 1.38 ‐1.64 ‐0.39 0.28 1.30 ‐2.25

Table A7 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 60o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.02 0.05 0.26 ‐0.43 ‐0.08 0.05 0.19 ‐0.80

2 0.14 0.12 0.78 ‐0.29 ‐0.02 0.10 0.45 ‐0.53

3 0.12 0.06 0.43 ‐0.21 ‐0.04 0.05 0.19 ‐0.45

4 0.07 0.06 0.33 ‐0.34 ‐0.04 0.05 0.21 ‐0.38

5 0.02 0.05 0.28 ‐0.40 ‐0.06 0.05 0.21 ‐0.46

6 0.00 0.09 0.46 ‐0.59 ‐0.05 0.07 0.35 ‐0.53

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.02 0.15 1.03 ‐0.75 ‐0.09 0.14 0.94 ‐1.05

9 ‐0.05 0.06 0.22 ‐0.60 ‐0.04 0.05 0.22 ‐0.66

10 ‐0.03 0.07 0.39 ‐0.49 ‐0.07 0.07 0.30 ‐0.47

11 ‐0.03 0.08 0.46 ‐0.53 ‐0.06 0.07 0.31 ‐0.61

12 0.07 0.09 0.53 ‐0.38 ‐0.04 0.08 0.33 ‐0.47

13 ‐0.02 0.07 0.39 ‐0.48 ‐0.09 0.07 0.29 ‐0.56

14 ‐0.04 0.09 0.47 ‐0.62 ‐0.08 0.09 0.41 ‐0.65

15 ‐0.08 0.11 0.58 ‐0.66 ‐0.24 0.11 0.33 ‐0.86

16 ‐0.09 0.19 1.19 ‐1.09 ‐0.18 0.18 0.94 ‐1.38

17 0.01 0.06 0.29 ‐0.44 ‐0.08 0.06 0.25 ‐0.63

18 0.13 0.15 0.95 ‐0.40 0.00 0.00 0.00 0.00

19 0.09 0.08 0.51 ‐0.44 ‐0.10 0.07 0.24 ‐0.61

20 0.06 0.09 0.48 ‐0.45 ‐0.12 0.07 0.24 ‐0.64

21 0.00 0.09 0.44 ‐0.47 ‐0.13 0.08 0.21 ‐0.69

22 0.03 0.11 0.65 ‐0.55 ‐0.11 0.10 0.37 ‐0.84

23 0.12 0.17 1.02 ‐0.69 0.02 0.17 0.86 ‐0.74

24 ‐0.06 0.22 1.17 ‐1.29 ‐0.15 0.19 0.87 ‐1.31

25 ‐0.11 0.07 0.14 ‐0.66 ‐0.09 0.06 0.13 ‐0.64

26 ‐0.10 0.07 0.32 ‐0.50 ‐0.14 0.07 0.24 ‐0.59

27 ‐0.05 0.09 0.41 ‐0.56 ‐0.11 0.08 0.33 ‐0.57

28 ‐0.02 0.09 0.43 ‐0.56 ‐0.09 0.08 0.31 ‐0.57

29 ‐0.06 0.09 0.39 ‐0.55 ‐0.12 0.09 0.26 ‐0.70

30 ‐0.07 0.10 0.44 ‐0.60 ‐0.11 0.10 0.41 ‐0.78

31 ‐0.19 0.12 0.61 ‐0.84 ‐0.23 0.12 0.41 ‐1.01

32 ‐0.15 0.21 1.24 ‐1.41 ‐0.26 0.21 0.97 ‐1.52

33 0.01 0.07 0.46 ‐0.44 ‐0.11 0.07 0.28 ‐0.69

34 0.13 0.16 1.03 ‐0.43 0.03 0.14 0.79 ‐0.74

35 ‐0.02 0.08 0.41 ‐0.45 ‐0.11 0.08 0.22 ‐0.60

36 ‐0.01 0.09 0.45 ‐0.54 ‐0.15 0.08 0.21 ‐0.67

37 ‐0.08 0.09 0.35 ‐0.56 ‐0.14 0.09 0.23 ‐0.74

38 ‐0.08 0.11 0.50 ‐0.65 ‐0.07 0.13 0.58 ‐0.80

39 0.04 0.18 0.83 ‐0.69 0.00 0.17 0.84 ‐0.82

40 ‐0.12 0.23 1.19 ‐1.33 ‐0.18 0.24 1.19 ‐1.43

41 ‐0.03 0.06 0.21 ‐0.38 ‐0.19 0.07 0.03 ‐0.74

42 ‐0.20 0.08 0.14 ‐0.60 ‐0.21 0.08 0.11 ‐0.58

43 ‐0.09 0.09 0.41 ‐0.54 ‐0.23 0.08 0.20 ‐0.83

44 ‐0.11 0.09 0.43 ‐0.65 ‐0.20 0.09 0.18 ‐0.80

45 ‐0.23 0.10 0.25 ‐0.83 ‐0.22 0.09 0.22 ‐0.79

46 ‐0.16 0.10 0.39 ‐0.67 0.00 0.00 0.00 0.00

47 ‐0.31 0.12 0.41 ‐1.03 ‐0.35 0.13 0.42 ‐1.02

48 ‐0.26 0.19 0.89 ‐1.46 ‐0.28 0.20 1.08 ‐1.48

49 0.03 0.08 0.57 ‐0.42 ‐0.11 0.06 0.29 ‐0.57

50 0.23 0.19 1.14 ‐0.49 0.06 0.14 0.89 ‐0.63

51 0.04 0.10 0.50 ‐0.51 ‐0.08 0.08 0.26 ‐0.53

52 ‐0.05 0.10 0.50 ‐0.56 ‐0.12 0.09 0.31 ‐0.74

53 ‐0.06 0.11 0.50 ‐0.64 ‐0.15 0.10 0.28 ‐0.73

54 ‐0.04 0.14 0.79 ‐0.68 ‐0.15 0.14 0.65 ‐0.93

55 0.00 0.19 0.95 ‐0.82 ‐0.08 0.20 0.86 ‐0.96

56 ‐0.09 0.23 1.46 ‐1.55 ‐0.17 0.24 1.25 ‐1.52

57 ‐0.02 0.06 0.33 ‐0.41 ‐0.09 0.06 0.23 ‐0.42

58 ‐0.10 0.08 0.38 ‐0.53 ‐0.11 0.08 0.23 ‐0.54

59 ‐0.08 0.09 0.41 ‐0.53 ‐0.15 0.08 0.24 ‐0.57

60 ‐0.04 0.10 0.52 ‐0.58 ‐0.17 0.09 0.23 ‐0.76

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.03 0.13 0.61 ‐0.65 ‐0.23 0.12 0.32 ‐0.90

63 ‐0.21 0.16 0.65 ‐0.99 ‐0.29 0.17 0.45 ‐1.14

64 ‐0.19 0.21 1.28 ‐1.62 ‐0.34 0.25 1.02 ‐1.73

Table A8 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 70o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.01 0.05 0.37 ‐0.57 ‐0.09 0.06 0.22 ‐0.65

2 0.11 0.11 0.82 ‐0.32 ‐0.05 0.08 0.45 ‐0.57

3 0.11 0.07 0.44 ‐0.26 ‐0.05 0.06 0.23 ‐0.46

4 0.07 0.05 0.31 ‐0.27 ‐0.04 0.05 0.21 ‐0.36

5 0.01 0.05 0.25 ‐0.33 ‐0.05 0.05 0.18 ‐0.38

6 ‐0.03 0.09 0.35 ‐0.70 ‐0.04 0.06 0.29 ‐0.42

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.03 0.12 0.89 ‐0.86 ‐0.06 0.11 0.59 ‐0.80

9 ‐0.06 0.06 0.31 ‐0.79 ‐0.03 0.07 0.33 ‐0.84

10 0.00 0.08 0.45 ‐0.50 ‐0.04 0.08 0.37 ‐0.55

11 ‐0.02 0.08 0.39 ‐0.43 ‐0.03 0.08 0.35 ‐0.58

12 0.08 0.08 0.51 ‐0.42 ‐0.02 0.07 0.37 ‐0.49

13 ‐0.02 0.07 0.29 ‐0.62 ‐0.08 0.07 0.25 ‐0.51

14 ‐0.07 0.08 0.39 ‐0.58 ‐0.07 0.08 0.31 ‐0.52

15 ‐0.04 0.10 0.63 ‐0.68 ‐0.17 0.11 0.34 ‐0.70

16 ‐0.03 0.15 1.01 ‐1.13 ‐0.12 0.14 0.81 ‐0.95

17 0.00 0.06 0.37 ‐0.69 ‐0.08 0.07 0.25 ‐0.91

18 0.07 0.15 0.88 ‐0.44 0.00 0.00 0.00 0.00

19 0.09 0.09 0.48 ‐0.38 ‐0.11 0.08 0.20 ‐0.82

20 0.09 0.08 0.51 ‐0.39 ‐0.11 0.07 0.19 ‐0.75

21 0.01 0.08 0.39 ‐0.49 ‐0.12 0.07 0.21 ‐0.60

22 0.04 0.10 0.56 ‐0.62 ‐0.10 0.09 0.31 ‐0.65

23 0.12 0.17 1.09 ‐0.60 0.02 0.16 0.93 ‐0.57

24 ‐0.01 0.16 0.96 ‐1.27 ‐0.10 0.14 0.91 ‐0.99

25 ‐0.12 0.07 0.17 ‐0.83 ‐0.07 0.07 0.20 ‐1.00

26 ‐0.08 0.09 0.36 ‐0.56 ‐0.11 0.08 0.28 ‐0.62

27 ‐0.03 0.09 0.45 ‐0.50 ‐0.07 0.08 0.30 ‐0.69

28 0.01 0.09 0.46 ‐0.45 ‐0.06 0.08 0.33 ‐0.74

29 ‐0.05 0.08 0.36 ‐0.51 ‐0.09 0.08 0.28 ‐0.66

30 ‐0.07 0.09 0.40 ‐0.59 ‐0.09 0.09 0.39 ‐0.59

31 ‐0.14 0.12 0.54 ‐0.90 ‐0.17 0.11 0.47 ‐0.76

32 ‐0.08 0.17 1.03 ‐1.43 ‐0.19 0.15 0.90 ‐1.06

33 0.00 0.07 0.37 ‐0.60 ‐0.13 0.08 0.22 ‐1.05

34 0.07 0.15 1.03 ‐0.47 ‐0.01 0.15 0.75 ‐0.76

35 ‐0.04 0.08 0.37 ‐0.48 ‐0.11 0.08 0.19 ‐0.82

36 0.00 0.08 0.41 ‐0.45 ‐0.13 0.08 0.19 ‐0.87

37 ‐0.06 0.08 0.33 ‐0.64 ‐0.11 0.08 0.26 ‐0.68

38 ‐0.06 0.09 0.45 ‐0.63 ‐0.06 0.11 0.50 ‐0.70

39 0.02 0.16 1.01 ‐0.63 ‐0.01 0.15 0.87 ‐0.70

40 ‐0.07 0.17 1.05 ‐1.34 ‐0.13 0.17 0.94 ‐1.13

41 ‐0.04 0.07 0.23 ‐0.59 ‐0.18 0.08 0.03 ‐0.95

42 ‐0.20 0.09 0.18 ‐0.70 ‐0.20 0.08 0.16 ‐0.77

43 ‐0.05 0.09 0.44 ‐0.55 ‐0.20 0.08 0.20 ‐0.73

44 ‐0.09 0.09 0.37 ‐0.63 ‐0.17 0.08 0.16 ‐0.84

45 ‐0.22 0.09 0.19 ‐0.80 ‐0.20 0.08 0.17 ‐0.84

46 ‐0.14 0.10 0.37 ‐0.75 0.00 0.00 0.00 0.00

47 ‐0.25 0.13 0.43 ‐0.98 ‐0.30 0.12 0.31 ‐1.04

48 ‐0.21 0.16 0.88 ‐1.54 ‐0.24 0.16 0.77 ‐1.19

49 0.00 0.07 0.44 ‐0.61 ‐0.13 0.07 0.18 ‐0.77

50 0.12 0.17 1.12 ‐0.55 ‐0.01 0.13 0.74 ‐0.64

51 0.03 0.10 0.50 ‐0.78 ‐0.08 0.08 0.28 ‐0.68

52 ‐0.02 0.09 0.41 ‐0.56 ‐0.10 0.08 0.29 ‐0.71

53 ‐0.02 0.10 0.48 ‐0.73 ‐0.11 0.09 0.30 ‐0.77

54 ‐0.02 0.12 0.70 ‐0.71 ‐0.14 0.11 0.43 ‐0.82

55 ‐0.03 0.16 0.97 ‐0.81 ‐0.12 0.16 0.73 ‐0.95

56 ‐0.05 0.17 1.04 ‐1.27 ‐0.13 0.18 0.95 ‐1.11

57 ‐0.04 0.08 0.34 ‐0.53 ‐0.09 0.07 0.25 ‐0.67

58 ‐0.08 0.10 0.37 ‐0.62 ‐0.10 0.08 0.29 ‐0.61

59 ‐0.04 0.10 0.46 ‐0.52 ‐0.10 0.09 0.34 ‐0.59

60 0.01 0.10 0.46 ‐0.58 ‐0.13 0.09 0.28 ‐0.84

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.04 0.12 0.73 ‐0.78 ‐0.20 0.11 0.30 ‐0.91

63 ‐0.15 0.15 0.57 ‐1.03 ‐0.23 0.15 0.52 ‐1.09

64 ‐0.09 0.18 0.99 ‐1.50 ‐0.24 0.20 0.77 ‐1.43

Table A9 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 80o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.01 0.08 0.52 ‐0.60 ‐0.09 0.08 0.42 ‐0.92

2 0.07 0.12 0.97 ‐0.38 ‐0.06 0.09 0.68 ‐0.52

3 0.08 0.07 0.51 ‐0.29 ‐0.06 0.06 0.29 ‐0.47

4 0.06 0.05 0.32 ‐0.24 ‐0.03 0.05 0.19 ‐0.32

5 ‐0.01 0.05 0.19 ‐0.31 ‐0.05 0.04 0.18 ‐0.33

6 ‐0.07 0.08 0.34 ‐0.67 ‐0.05 0.05 0.27 ‐0.42

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.01 0.08 0.53 ‐0.59 ‐0.06 0.08 0.43 ‐0.70

9 ‐0.07 0.09 0.54 ‐0.89 ‐0.03 0.10 0.54 ‐0.89

10 0.01 0.10 0.58 ‐0.56 ‐0.02 0.10 0.47 ‐0.62

11 0.01 0.09 0.48 ‐0.46 0.00 0.08 0.43 ‐0.45

12 0.09 0.08 0.55 ‐0.39 0.00 0.07 0.40 ‐0.39

13 ‐0.02 0.06 0.30 ‐0.47 ‐0.05 0.06 0.27 ‐0.39

14 ‐0.09 0.07 0.23 ‐0.51 ‐0.05 0.07 0.32 ‐0.49

15 0.01 0.09 0.46 ‐0.62 ‐0.10 0.10 0.34 ‐0.64

16 0.03 0.10 0.59 ‐0.81 ‐0.07 0.09 0.53 ‐0.91

17 ‐0.01 0.10 0.64 ‐0.91 ‐0.09 0.09 0.38 ‐1.09

18 0.01 0.13 0.95 ‐0.61 0.00 0.00 0.00 0.00

19 0.08 0.09 0.57 ‐0.51 ‐0.12 0.09 0.34 ‐0.93

20 0.10 0.08 0.49 ‐0.35 ‐0.10 0.07 0.24 ‐0.55

21 0.02 0.07 0.38 ‐0.58 ‐0.10 0.07 0.21 ‐0.56

22 0.06 0.08 0.49 ‐0.47 ‐0.09 0.07 0.27 ‐0.65

23 0.11 0.14 0.97 ‐0.56 0.01 0.13 0.88 ‐0.57

24 0.01 0.10 0.55 ‐0.86 ‐0.09 0.09 0.51 ‐0.86

25 ‐0.14 0.10 0.59 ‐1.18 ‐0.07 0.10 0.42 ‐1.10

26 ‐0.07 0.10 0.38 ‐0.72 ‐0.08 0.10 0.41 ‐0.82

27 ‐0.01 0.09 0.51 ‐0.50 ‐0.04 0.08 0.38 ‐0.62

28 0.02 0.08 0.46 ‐0.48 ‐0.03 0.07 0.38 ‐0.59

29 ‐0.03 0.08 0.35 ‐0.61 ‐0.06 0.07 0.29 ‐0.54

30 ‐0.06 0.08 0.33 ‐0.68 ‐0.08 0.08 0.36 ‐0.60

31 ‐0.05 0.10 0.44 ‐0.78 ‐0.09 0.11 0.41 ‐0.78

32 0.00 0.12 0.59 ‐0.92 ‐0.14 0.10 0.45 ‐0.99

33 ‐0.01 0.10 0.66 ‐0.90 ‐0.15 0.10 0.24 ‐1.12

34 0.00 0.14 0.91 ‐0.62 ‐0.09 0.13 0.56 ‐0.78

35 ‐0.07 0.08 0.38 ‐0.64 ‐0.14 0.10 0.29 ‐0.81

36 0.00 0.08 0.39 ‐0.49 ‐0.12 0.08 0.20 ‐0.69

37 ‐0.04 0.07 0.32 ‐0.61 ‐0.09 0.07 0.28 ‐0.65

38 ‐0.04 0.08 0.34 ‐0.57 ‐0.04 0.08 0.42 ‐0.61

39 0.03 0.14 0.83 ‐0.75 0.01 0.13 0.83 ‐0.72

40 ‐0.03 0.10 0.53 ‐0.93 ‐0.10 0.11 0.52 ‐0.96

41 ‐0.06 0.11 0.59 ‐0.95 ‐0.18 0.10 0.19 ‐1.23

42 ‐0.19 0.10 0.27 ‐0.78 ‐0.17 0.10 0.26 ‐0.93

43 0.00 0.10 0.43 ‐0.57 ‐0.17 0.08 0.18 ‐0.77

44 ‐0.06 0.08 0.37 ‐0.65 ‐0.15 0.08 0.18 ‐0.75

45 ‐0.20 0.09 0.21 ‐0.85 ‐0.18 0.08 0.17 ‐0.76

46 ‐0.12 0.09 0.31 ‐0.72 0.00 0.00 0.00 0.00

47 ‐0.18 0.11 0.29 ‐1.07 ‐0.21 0.11 0.25 ‐0.87

48 ‐0.14 0.11 0.49 ‐1.45 ‐0.16 0.12 0.46 ‐1.00

49 ‐0.02 0.10 0.63 ‐0.91 ‐0.14 0.09 0.36 ‐1.21

50 0.04 0.14 0.94 ‐0.78 ‐0.09 0.11 0.61 ‐0.86

51 ‐0.01 0.11 0.51 ‐0.70 ‐0.10 0.09 0.28 ‐0.71

52 ‐0.03 0.09 0.46 ‐0.52 ‐0.09 0.08 0.31 ‐0.71

53 0.01 0.09 0.42 ‐0.49 ‐0.09 0.08 0.29 ‐0.62

54 0.00 0.09 0.48 ‐0.64 ‐0.12 0.09 0.36 ‐0.79

55 ‐0.01 0.13 0.96 ‐0.83 ‐0.11 0.13 0.65 ‐0.87

56 ‐0.04 0.10 0.62 ‐1.13 ‐0.10 0.12 0.55 ‐0.94

57 ‐0.04 0.12 0.65 ‐1.03 ‐0.08 0.10 0.43 ‐1.09

58 ‐0.08 0.12 0.49 ‐0.78 ‐0.10 0.11 0.43 ‐0.94

59 ‐0.02 0.11 0.47 ‐0.61 ‐0.08 0.10 0.41 ‐0.73

60 0.03 0.09 0.55 ‐0.47 ‐0.10 0.09 0.35 ‐0.70

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.10 0.10 0.56 ‐0.58 ‐0.18 0.10 0.26 ‐0.84

63 ‐0.10 0.12 0.44 ‐1.05 ‐0.17 0.12 0.46 ‐1.03

64 ‐0.03 0.12 0.60 ‐1.24 ‐0.15 0.14 0.57 ‐1.35

Table A10 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 90o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.00 0.12 0.75 ‐1.05 ‐0.03 0.13 1.26 ‐0.87

2 0.10 0.17 1.11 ‐0.77 0.01 0.17 1.08 ‐0.54

3 0.09 0.09 0.71 ‐0.32 ‐0.02 0.09 0.57 ‐0.49

4 0.05 0.05 0.31 ‐0.29 ‐0.02 0.05 0.25 ‐0.33

5 ‐0.03 0.05 0.17 ‐0.38 ‐0.04 0.05 0.19 ‐0.34

6 ‐0.09 0.08 0.16 ‐0.59 ‐0.04 0.05 0.20 ‐0.33

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.01 0.06 0.32 ‐0.60 ‐0.07 0.06 0.26 ‐0.72

9 ‐0.11 0.15 0.84 ‐1.30 ‐0.03 0.15 0.86 ‐1.14

10 ‐0.05 0.13 0.66 ‐0.85 ‐0.05 0.12 0.40 ‐0.94

11 ‐0.01 0.10 0.47 ‐0.57 0.02 0.09 0.47 ‐0.49

12 0.08 0.08 0.54 ‐0.37 0.02 0.08 0.40 ‐0.39

13 ‐0.03 0.07 0.24 ‐0.57 ‐0.04 0.07 0.27 ‐0.45

14 ‐0.10 0.07 0.16 ‐0.60 ‐0.03 0.07 0.29 ‐0.45

15 0.02 0.08 0.45 ‐0.55 ‐0.06 0.08 0.29 ‐0.53

16 0.06 0.07 0.41 ‐0.53 ‐0.04 0.07 0.34 ‐0.63

17 ‐0.06 0.17 0.83 ‐1.51 ‐0.08 0.14 0.76 ‐1.46

18 0.02 0.18 1.05 ‐0.83 0.00 0.00 0.00 0.00

19 0.07 0.12 0.68 ‐0.56 ‐0.08 0.11 0.49 ‐0.77

20 0.09 0.09 0.55 ‐0.38 ‐0.08 0.08 0.28 ‐0.57

21 0.00 0.08 0.36 ‐0.48 ‐0.08 0.07 0.22 ‐0.46

22 0.06 0.07 0.43 ‐0.45 ‐0.07 0.07 0.20 ‐0.49

23 0.15 0.16 0.92 ‐0.43 0.05 0.13 0.87 ‐0.53

24 0.02 0.07 0.33 ‐0.61 ‐0.08 0.07 0.28 ‐0.79

25 ‐0.22 0.17 0.62 ‐1.58 ‐0.11 0.17 0.69 ‐1.52

26 ‐0.15 0.15 0.57 ‐0.96 ‐0.10 0.13 0.43 ‐0.99

27 ‐0.05 0.11 0.50 ‐0.65 ‐0.04 0.10 0.43 ‐0.70

28 0.00 0.09 0.43 ‐0.47 ‐0.02 0.08 0.37 ‐0.50

29 ‐0.05 0.08 0.33 ‐0.55 ‐0.04 0.07 0.27 ‐0.44

30 ‐0.07 0.08 0.33 ‐0.59 ‐0.07 0.08 0.25 ‐0.58

31 ‐0.03 0.09 0.41 ‐0.66 ‐0.04 0.09 0.39 ‐0.61

32 0.05 0.08 0.42 ‐0.54 ‐0.11 0.08 0.22 ‐0.88

33 ‐0.06 0.18 0.84 ‐1.48 ‐0.18 0.16 0.61 ‐1.52

34 0.00 0.20 1.22 ‐0.74 ‐0.08 0.17 0.79 ‐0.86

35 ‐0.09 0.11 0.48 ‐0.68 ‐0.13 0.12 0.58 ‐0.77

36 ‐0.02 0.09 0.40 ‐0.50 ‐0.11 0.08 0.25 ‐0.68

37 ‐0.04 0.08 0.30 ‐0.53 ‐0.08 0.07 0.27 ‐0.56

38 ‐0.04 0.07 0.29 ‐0.53 ‐0.02 0.08 0.34 ‐0.51

39 0.09 0.16 0.95 ‐0.53 0.06 0.14 1.10 ‐0.61

40 ‐0.02 0.07 0.35 ‐0.68 ‐0.08 0.08 0.32 ‐0.71

41 ‐0.14 0.18 0.75 ‐1.57 ‐0.22 0.17 0.47 ‐1.57

42 ‐0.25 0.14 0.28 ‐1.03 ‐0.22 0.14 0.33 ‐1.24

43 ‐0.01 0.11 0.50 ‐0.68 ‐0.18 0.10 0.29 ‐0.90

44 ‐0.07 0.09 0.46 ‐0.64 ‐0.16 0.08 0.22 ‐0.68

45 ‐0.21 0.10 0.21 ‐0.83 ‐0.18 0.08 0.19 ‐0.64

46 ‐0.12 0.09 0.34 ‐0.68 0.00 0.00 0.00 0.00

47 ‐0.17 0.09 0.21 ‐0.82 ‐0.18 0.09 0.21 ‐0.74

48 ‐0.10 0.08 0.23 ‐0.77 ‐0.10 0.08 0.31 ‐0.83

49 ‐0.06 0.18 0.99 ‐1.46 ‐0.18 0.16 0.75 ‐1.49

50 0.01 0.19 1.16 ‐0.76 ‐0.12 0.14 0.81 ‐0.96

51 ‐0.04 0.14 0.64 ‐0.82 ‐0.13 0.10 0.39 ‐0.80

52 ‐0.06 0.10 0.42 ‐0.68 ‐0.12 0.09 0.26 ‐0.63

53 0.00 0.09 0.46 ‐0.58 ‐0.10 0.08 0.26 ‐0.59

54 0.02 0.09 0.40 ‐0.51 ‐0.11 0.08 0.26 ‐0.52

55 0.06 0.17 1.19 ‐0.62 ‐0.05 0.15 0.87 ‐0.70

56 ‐0.03 0.07 0.33 ‐0.67 ‐0.09 0.08 0.32 ‐0.73

57 ‐0.12 0.19 0.93 ‐1.51 ‐0.14 0.18 0.64 ‐1.58

58 ‐0.12 0.16 0.54 ‐1.05 ‐0.13 0.15 0.49 ‐1.20

59 ‐0.05 0.13 0.41 ‐0.77 ‐0.11 0.11 0.38 ‐0.82

60 0.01 0.11 0.44 ‐0.53 ‐0.12 0.10 0.33 ‐0.71

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.11 0.09 0.53 ‐0.39 ‐0.19 0.09 0.18 ‐0.74

63 ‐0.10 0.09 0.36 ‐0.64 ‐0.16 0.09 0.32 ‐0.72

64 ‐0.02 0.08 0.37 ‐0.62 ‐0.13 0.09 0.38 ‐0.80

Table A11 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 100o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.03 0.16 0.94 ‐0.90 0.10 0.23 1.78 ‐0.78

2 0.13 0.18 1.05 ‐0.48 0.12 0.21 1.17 ‐0.54

3 0.10 0.11 0.72 ‐0.42 0.04 0.11 0.83 ‐0.48

4 0.04 0.06 0.29 ‐0.37 0.00 0.06 0.32 ‐0.36

5 ‐0.03 0.05 0.18 ‐0.41 ‐0.02 0.05 0.27 ‐0.37

6 ‐0.09 0.08 0.15 ‐0.60 ‐0.03 0.05 0.20 ‐0.38

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.02 0.05 0.25 ‐0.50 ‐0.06 0.06 0.29 ‐0.65

9 ‐0.16 0.19 1.10 ‐1.44 0.00 0.21 1.34 ‐1.17

10 ‐0.11 0.14 0.65 ‐0.85 ‐0.09 0.14 0.72 ‐0.89

11 ‐0.03 0.10 0.44 ‐0.60 0.04 0.10 0.59 ‐0.58

12 0.06 0.08 0.46 ‐0.46 0.02 0.08 0.54 ‐0.52

13 ‐0.05 0.07 0.27 ‐0.57 ‐0.03 0.07 0.38 ‐0.49

14 ‐0.11 0.07 0.15 ‐0.54 ‐0.04 0.07 0.31 ‐0.66

15 0.00 0.07 0.31 ‐0.42 ‐0.08 0.08 0.27 ‐0.51

16 0.07 0.06 0.36 ‐0.39 ‐0.03 0.05 0.19 ‐0.61

17 ‐0.14 0.21 0.99 ‐1.56 ‐0.04 0.22 1.47 ‐1.45

18 0.05 0.20 1.00 ‐0.89 0.00 0.00 0.00 0.00

19 0.07 0.14 0.79 ‐0.66 ‐0.02 0.14 0.75 ‐0.73

20 0.09 0.10 0.50 ‐0.49 ‐0.06 0.09 0.41 ‐0.64

21 ‐0.02 0.08 0.35 ‐0.53 ‐0.07 0.08 0.29 ‐0.66

22 0.06 0.08 0.41 ‐0.36 ‐0.06 0.07 0.23 ‐0.54

23 0.19 0.17 1.02 ‐0.40 0.09 0.15 0.97 ‐0.47

24 0.02 0.07 0.44 ‐0.60 ‐0.06 0.07 0.31 ‐0.81

25 ‐0.32 0.21 0.88 ‐1.80 ‐0.16 0.24 1.20 ‐1.83

26 ‐0.24 0.15 0.46 ‐1.17 ‐0.17 0.15 0.59 ‐1.18

27 ‐0.08 0.12 0.52 ‐0.80 ‐0.05 0.11 0.55 ‐0.74

28 ‐0.03 0.10 0.39 ‐0.59 ‐0.02 0.09 0.46 ‐0.65

29 ‐0.08 0.08 0.31 ‐0.62 ‐0.04 0.08 0.36 ‐0.57

30 ‐0.10 0.08 0.27 ‐0.61 ‐0.08 0.08 0.28 ‐0.59

31 ‐0.05 0.08 0.30 ‐0.50 ‐0.05 0.08 0.32 ‐0.58

32 0.06 0.06 0.37 ‐0.57 ‐0.10 0.07 0.14 ‐0.94

33 ‐0.14 0.23 1.19 ‐1.65 ‐0.24 0.24 1.00 ‐2.04

34 0.03 0.23 1.22 ‐1.15 ‐0.02 0.22 1.05 ‐1.06

35 ‐0.11 0.13 0.54 ‐0.84 ‐0.09 0.16 0.88 ‐0.83

36 ‐0.04 0.09 0.36 ‐0.65 ‐0.11 0.10 0.34 ‐0.72

37 ‐0.06 0.08 0.28 ‐0.56 ‐0.08 0.08 0.27 ‐0.62

38 ‐0.04 0.08 0.25 ‐0.59 ‐0.01 0.08 0.37 ‐0.67

39 0.14 0.17 1.17 ‐0.53 0.10 0.16 0.97 ‐0.68

40 ‐0.02 0.07 0.32 ‐0.72 ‐0.07 0.07 0.32 ‐0.82

41 ‐0.25 0.22 0.94 ‐2.07 ‐0.29 0.25 0.90 ‐2.44

42 ‐0.32 0.14 0.33 ‐1.28 ‐0.30 0.17 0.44 ‐1.49

43 ‐0.02 0.12 0.51 ‐0.75 ‐0.20 0.11 0.33 ‐1.03

44 ‐0.09 0.10 0.34 ‐0.71 ‐0.18 0.10 0.24 ‐0.80

45 ‐0.22 0.10 0.19 ‐0.85 ‐0.19 0.09 0.19 ‐0.80

46 ‐0.13 0.09 0.28 ‐0.66 0.00 0.00 0.00 0.00

47 ‐0.19 0.09 0.16 ‐0.68 ‐0.18 0.08 0.16 ‐0.70

48 ‐0.08 0.06 0.20 ‐0.69 ‐0.08 0.06 0.15 ‐0.66

49 ‐0.14 0.24 1.13 ‐1.78 ‐0.23 0.27 1.21 ‐2.31

50 0.06 0.24 1.08 ‐1.06 ‐0.11 0.21 0.92 ‐1.23

51 ‐0.04 0.17 0.66 ‐0.97 ‐0.14 0.14 0.50 ‐0.98

52 ‐0.10 0.12 0.38 ‐0.69 ‐0.14 0.10 0.33 ‐0.88

53 ‐0.03 0.10 0.41 ‐0.57 ‐0.11 0.09 0.31 ‐0.72

54 0.01 0.09 0.43 ‐0.57 ‐0.11 0.08 0.22 ‐0.76

55 0.14 0.20 1.20 ‐0.54 0.01 0.17 0.92 ‐0.69

56 ‐0.02 0.08 0.56 ‐0.74 ‐0.07 0.08 0.55 ‐0.73

57 ‐0.22 0.23 1.01 ‐1.84 ‐0.22 0.26 1.06 ‐2.02

58 ‐0.19 0.18 0.69 ‐1.26 ‐0.18 0.19 0.74 ‐1.82

59 ‐0.09 0.14 0.53 ‐0.82 ‐0.13 0.13 0.46 ‐1.13

60 ‐0.02 0.12 0.54 ‐0.62 ‐0.15 0.11 0.38 ‐0.92

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.11 0.09 0.52 ‐0.46 ‐0.21 0.09 0.20 ‐0.72

63 ‐0.12 0.09 0.30 ‐0.71 ‐0.17 0.08 0.21 ‐0.74

64 ‐0.02 0.06 0.31 ‐0.73 ‐0.12 0.07 0.17 ‐0.78

Table A12 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 110o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.06 0.20 1.18 ‐1.20 0.24 0.32 1.79 ‐1.20

2 0.13 0.15 0.89 ‐0.51 0.22 0.20 1.21 ‐0.49

3 0.11 0.13 0.83 ‐0.41 0.09 0.14 0.96 ‐0.46

4 0.03 0.06 0.27 ‐0.41 0.02 0.07 0.35 ‐0.41

5 ‐0.04 0.05 0.20 ‐0.46 ‐0.01 0.06 0.27 ‐0.40

6 ‐0.09 0.08 0.16 ‐0.68 ‐0.01 0.06 0.27 ‐0.39

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.01 0.05 0.41 ‐0.31 ‐0.04 0.06 0.45 ‐0.41

9 ‐0.19 0.23 1.32 ‐1.58 0.01 0.31 1.64 ‐1.64

10 ‐0.15 0.13 0.64 ‐0.97 ‐0.15 0.14 0.94 ‐1.14

11 ‐0.06 0.10 0.44 ‐0.70 0.06 0.11 0.60 ‐0.61

12 0.03 0.08 0.42 ‐0.61 0.02 0.09 0.47 ‐0.56

13 ‐0.06 0.07 0.27 ‐0.81 ‐0.04 0.08 0.33 ‐0.60

14 ‐0.11 0.07 0.17 ‐0.56 ‐0.07 0.08 0.29 ‐0.61

15 ‐0.02 0.06 0.31 ‐0.41 ‐0.10 0.07 0.25 ‐0.56

16 0.06 0.05 0.30 ‐0.28 ‐0.03 0.05 0.23 ‐0.35

17 ‐0.23 0.25 1.24 ‐1.67 ‐0.06 0.36 1.86 ‐2.20

18 0.04 0.18 0.93 ‐0.90 0.00 0.00 0.00 0.00

19 0.05 0.14 0.72 ‐0.68 0.01 0.16 0.86 ‐0.77

20 0.07 0.10 0.53 ‐0.54 ‐0.05 0.10 0.36 ‐0.68

21 ‐0.05 0.08 0.35 ‐0.62 ‐0.07 0.08 0.27 ‐0.66

22 0.04 0.07 0.39 ‐0.45 ‐0.06 0.07 0.23 ‐0.64

23 0.19 0.15 0.99 ‐0.34 0.15 0.17 1.04 ‐0.41

24 0.02 0.07 0.44 ‐0.33 ‐0.05 0.08 0.41 ‐0.44

25 ‐0.40 0.24 0.88 ‐2.13 ‐0.30 0.37 1.58 ‐2.70

26 ‐0.28 0.15 0.48 ‐1.10 ‐0.25 0.17 0.60 ‐1.36

27 ‐0.11 0.12 0.42 ‐0.77 ‐0.08 0.12 0.47 ‐0.74

28 ‐0.05 0.10 0.38 ‐0.72 ‐0.04 0.10 0.41 ‐0.65

29 ‐0.10 0.08 0.31 ‐0.77 ‐0.07 0.09 0.38 ‐0.68

30 ‐0.12 0.08 0.28 ‐0.63 ‐0.12 0.09 0.30 ‐0.61

31 ‐0.06 0.07 0.29 ‐0.43 ‐0.08 0.07 0.27 ‐0.50

32 0.05 0.05 0.37 ‐0.26 ‐0.11 0.06 0.16 ‐0.48

33 ‐0.26 0.28 1.33 ‐1.69 ‐0.37 0.38 1.48 ‐2.59

34 0.00 0.21 0.92 ‐1.01 0.02 0.26 1.25 ‐1.31

35 ‐0.14 0.14 0.61 ‐0.83 ‐0.06 0.19 0.92 ‐0.89

36 ‐0.07 0.09 0.32 ‐0.70 ‐0.13 0.11 0.34 ‐0.88

37 ‐0.08 0.09 0.29 ‐0.77 ‐0.11 0.09 0.28 ‐0.67

38 ‐0.07 0.08 0.25 ‐0.49 ‐0.03 0.09 0.35 ‐0.60

39 0.13 0.15 0.92 ‐0.35 0.12 0.16 1.03 ‐0.48

40 ‐0.03 0.07 0.38 ‐0.59 ‐0.07 0.08 0.43 ‐0.48

41 ‐0.34 0.26 1.12 ‐1.91 ‐0.43 0.37 1.47 ‐2.90

42 ‐0.37 0.14 0.25 ‐1.22 ‐0.38 0.18 0.90 ‐1.68

43 ‐0.05 0.12 0.44 ‐0.68 ‐0.21 0.13 0.49 ‐1.01

44 ‐0.11 0.10 0.32 ‐0.74 ‐0.20 0.11 0.29 ‐0.88

45 ‐0.22 0.10 0.16 ‐0.80 ‐0.21 0.10 0.21 ‐0.89

46 ‐0.13 0.09 0.31 ‐0.59 0.00 0.00 0.00 0.00

47 ‐0.17 0.08 0.17 ‐0.61 ‐0.19 0.08 0.16 ‐0.72

48 ‐0.08 0.05 0.21 ‐0.51 ‐0.08 0.05 0.21 ‐0.52

49 ‐0.27 0.28 1.42 ‐1.88 ‐0.30 0.44 1.92 ‐2.86

50 0.08 0.24 1.10 ‐0.89 ‐0.07 0.25 1.28 ‐1.48

51 ‐0.06 0.18 0.81 ‐0.89 ‐0.12 0.17 0.90 ‐1.00

52 ‐0.16 0.11 0.32 ‐0.76 ‐0.15 0.12 0.50 ‐0.89

53 ‐0.08 0.10 0.37 ‐0.53 ‐0.13 0.10 0.43 ‐0.78

54 ‐0.03 0.09 0.38 ‐0.52 ‐0.13 0.09 0.32 ‐0.82

55 0.17 0.18 1.13 ‐0.42 0.06 0.17 1.09 ‐0.64

56 ‐0.02 0.09 0.52 ‐0.51 ‐0.07 0.09 0.58 ‐0.60

57 ‐0.34 0.25 1.19 ‐1.96 ‐0.30 0.35 1.85 ‐2.79

58 ‐0.27 0.18 0.52 ‐1.14 ‐0.24 0.21 1.31 ‐1.67

59 ‐0.13 0.14 0.46 ‐0.81 ‐0.14 0.15 0.78 ‐1.16

60 ‐0.08 0.11 0.39 ‐0.65 ‐0.17 0.12 0.42 ‐0.89

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.09 0.09 0.50 ‐0.42 ‐0.22 0.09 0.23 ‐0.91

63 ‐0.14 0.08 0.27 ‐0.63 ‐0.18 0.08 0.20 ‐0.77

64 ‐0.01 0.05 0.26 ‐0.36 ‐0.11 0.06 0.21 ‐0.53

Table A13 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 120o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.08 0.24 1.39 ‐1.14 0.23 0.42 2.19 ‐1.79

2 0.11 0.13 0.79 ‐0.49 0.20 0.19 1.25 ‐0.66

3 0.11 0.13 0.77 ‐0.40 0.08 0.16 0.96 ‐0.53

4 0.01 0.06 0.26 ‐0.43 0.01 0.08 0.37 ‐0.52

5 ‐0.05 0.05 0.19 ‐0.55 ‐0.02 0.07 0.30 ‐0.45

6 ‐0.10 0.08 0.16 ‐0.58 ‐0.01 0.06 0.31 ‐0.45

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.01 0.07 0.49 ‐0.34 ‐0.04 0.08 0.45 ‐0.37

9 ‐0.21 0.29 1.45 ‐1.83 ‐0.08 0.41 2.48 ‐2.29

10 ‐0.16 0.14 0.61 ‐1.11 ‐0.20 0.17 1.14 ‐1.28

11 ‐0.07 0.10 0.39 ‐0.79 0.05 0.13 0.69 ‐0.68

12 0.01 0.08 0.43 ‐0.70 ‐0.02 0.11 0.48 ‐0.68

13 ‐0.08 0.07 0.26 ‐0.68 ‐0.07 0.10 0.39 ‐0.76

14 ‐0.12 0.07 0.22 ‐0.61 ‐0.10 0.09 0.28 ‐0.62

15 ‐0.02 0.06 0.32 ‐0.47 ‐0.11 0.08 0.25 ‐0.58

16 0.07 0.04 0.27 ‐0.21 ‐0.03 0.05 0.20 ‐0.32

17 ‐0.29 0.31 1.35 ‐1.92 ‐0.21 0.55 2.89 ‐2.93

18 0.00 0.18 0.73 ‐1.01 0.00 0.00 0.00 0.00

19 0.03 0.15 0.70 ‐0.75 ‐0.02 0.19 0.87 ‐0.91

20 0.05 0.10 0.52 ‐0.63 ‐0.09 0.12 0.44 ‐0.82

21 ‐0.07 0.08 0.36 ‐0.56 ‐0.10 0.10 0.30 ‐0.78

22 0.03 0.07 0.41 ‐0.41 ‐0.09 0.08 0.27 ‐0.63

23 0.19 0.14 0.95 ‐0.31 0.16 0.18 1.32 ‐0.37

24 0.02 0.08 0.56 ‐0.30 ‐0.05 0.10 0.55 ‐0.50

25 ‐0.48 0.29 0.95 ‐2.09 ‐0.51 0.55 2.51 ‐3.69

26 ‐0.29 0.16 0.38 ‐1.19 ‐0.32 0.21 0.86 ‐1.76

27 ‐0.13 0.12 0.46 ‐0.77 ‐0.12 0.15 0.47 ‐0.95

28 ‐0.06 0.10 0.45 ‐0.66 ‐0.09 0.12 0.40 ‐0.95

29 ‐0.11 0.09 0.42 ‐0.65 ‐0.10 0.11 0.39 ‐0.70

30 ‐0.13 0.09 0.38 ‐0.62 ‐0.16 0.10 0.31 ‐0.80

31 ‐0.05 0.07 0.32 ‐0.50 ‐0.09 0.08 0.26 ‐0.52

32 0.05 0.05 0.30 ‐0.18 ‐0.12 0.07 0.10 ‐0.55

33 ‐0.35 0.32 1.53 ‐2.05 ‐0.54 0.55 2.53 ‐3.23

34 ‐0.06 0.19 0.79 ‐0.96 ‐0.05 0.30 1.18 ‐1.92

35 ‐0.18 0.15 0.70 ‐0.87 ‐0.10 0.23 1.02 ‐1.28

36 ‐0.09 0.10 0.41 ‐0.67 ‐0.18 0.13 0.37 ‐1.08

37 ‐0.09 0.09 0.41 ‐0.60 ‐0.16 0.11 0.37 ‐0.78

38 ‐0.08 0.08 0.29 ‐0.56 ‐0.06 0.10 0.40 ‐0.57

39 0.10 0.12 0.82 ‐0.43 0.10 0.16 1.08 ‐0.52

40 ‐0.04 0.08 0.44 ‐0.40 ‐0.09 0.09 0.56 ‐0.51

41 ‐0.42 0.31 1.44 ‐1.98 ‐0.56 0.55 2.56 ‐3.79

42 ‐0.39 0.15 0.30 ‐1.26 ‐0.43 0.22 0.90 ‐2.08

43 ‐0.05 0.12 0.54 ‐0.72 ‐0.23 0.16 0.53 ‐1.34

44 ‐0.12 0.11 0.40 ‐0.71 ‐0.23 0.13 0.39 ‐0.97

45 ‐0.22 0.10 0.25 ‐0.82 ‐0.23 0.11 0.25 ‐0.91

46 ‐0.12 0.09 0.30 ‐0.62 0.00 0.00 0.00 0.00

47 ‐0.16 0.08 0.21 ‐0.65 ‐0.19 0.09 0.19 ‐0.73

48 ‐0.08 0.05 0.17 ‐0.41 ‐0.08 0.05 0.18 ‐0.48

49 ‐0.39 0.35 1.68 ‐2.05 ‐0.38 0.64 2.89 ‐3.55

50 0.06 0.22 1.06 ‐1.00 ‐0.11 0.28 1.20 ‐1.86

51 ‐0.09 0.18 0.79 ‐0.87 ‐0.13 0.20 0.79 ‐1.44

52 ‐0.20 0.11 0.34 ‐0.81 ‐0.19 0.14 0.46 ‐0.94

53 ‐0.11 0.10 0.32 ‐0.63 ‐0.16 0.12 0.38 ‐0.85

54 ‐0.07 0.08 0.31 ‐0.55 ‐0.16 0.10 0.31 ‐0.81

55 0.11 0.15 1.18 ‐0.46 0.04 0.16 1.01 ‐0.58

56 ‐0.03 0.09 0.64 ‐0.40 ‐0.08 0.10 0.64 ‐0.55

57 ‐0.43 0.30 1.30 ‐2.30 ‐0.38 0.47 2.83 ‐3.57

58 ‐0.31 0.18 0.48 ‐1.33 ‐0.29 0.25 1.20 ‐2.06

59 ‐0.15 0.14 0.43 ‐0.88 ‐0.15 0.18 0.74 ‐1.49

60 ‐0.11 0.11 0.35 ‐0.68 ‐0.20 0.14 0.47 ‐1.19

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.11 0.09 0.57 ‐0.43 ‐0.24 0.11 0.24 ‐0.82

63 ‐0.13 0.08 0.28 ‐0.64 ‐0.19 0.09 0.24 ‐0.64

64 0.00 0.05 0.26 ‐0.42 ‐0.10 0.06 0.21 ‐0.42

Table A14‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 130o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.11 0.26 1.57 ‐1.27 0.07 0.54 2.47 ‐2.42

2 0.06 0.12 0.77 ‐0.48 0.10 0.17 0.96 ‐0.83

3 0.09 0.13 0.83 ‐0.56 0.02 0.16 0.98 ‐0.69

4 ‐0.01 0.06 0.28 ‐0.46 ‐0.03 0.10 0.51 ‐0.57

5 ‐0.06 0.05 0.21 ‐0.37 ‐0.05 0.08 0.31 ‐0.58

6 ‐0.12 0.09 0.15 ‐0.59 ‐0.04 0.07 0.27 ‐0.40

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.01 0.08 0.58 ‐0.37 ‐0.05 0.08 0.45 ‐0.40

9 ‐0.24 0.32 1.63 ‐1.91 ‐0.19 0.59 3.47 ‐3.23

10 ‐0.17 0.13 0.57 ‐0.91 ‐0.26 0.20 1.00 ‐1.48

11 ‐0.07 0.10 0.39 ‐0.65 0.01 0.15 0.70 ‐0.71

12 ‐0.01 0.08 0.39 ‐0.47 ‐0.07 0.12 0.44 ‐0.81

13 ‐0.10 0.08 0.31 ‐0.59 ‐0.11 0.11 0.39 ‐0.69

14 ‐0.12 0.07 0.19 ‐0.58 ‐0.13 0.10 0.25 ‐0.72

15 ‐0.01 0.06 0.28 ‐0.40 ‐0.10 0.08 0.28 ‐0.61

16 0.08 0.04 0.27 ‐0.20 ‐0.04 0.05 0.19 ‐0.31

17 ‐0.33 0.37 1.81 ‐2.10 ‐0.41 0.72 3.34 ‐3.97

18 ‐0.05 0.17 0.73 ‐0.98 0.00 0.00 0.00 0.00

19 0.01 0.14 0.69 ‐0.68 ‐0.09 0.21 0.85 ‐1.08

20 0.03 0.10 0.50 ‐0.52 ‐0.15 0.14 0.44 ‐0.98

21 ‐0.10 0.09 0.31 ‐0.68 ‐0.15 0.11 0.34 ‐0.89

22 0.01 0.07 0.35 ‐0.49 ‐0.13 0.09 0.25 ‐0.70

23 0.17 0.12 0.83 ‐0.33 0.12 0.16 1.00 ‐0.40

24 0.02 0.08 0.52 ‐0.34 ‐0.06 0.10 0.73 ‐0.54

25 ‐0.53 0.33 1.51 ‐2.24 ‐0.68 0.73 2.95 ‐4.43

26 ‐0.28 0.15 0.54 ‐1.32 ‐0.35 0.23 1.10 ‐2.05

27 ‐0.14 0.12 0.44 ‐0.76 ‐0.17 0.17 0.63 ‐1.18

28 ‐0.08 0.10 0.38 ‐0.70 ‐0.14 0.14 0.51 ‐0.97

29 ‐0.11 0.10 0.36 ‐0.77 ‐0.14 0.12 0.48 ‐0.91

30 ‐0.14 0.09 0.34 ‐0.69 ‐0.19 0.11 0.32 ‐0.83

31 ‐0.04 0.07 0.29 ‐0.56 ‐0.09 0.08 0.26 ‐0.64

32 0.06 0.05 0.29 ‐0.19 ‐0.12 0.07 0.12 ‐0.49

33 ‐0.39 0.37 1.97 ‐2.11 ‐0.64 0.70 3.13 ‐3.84

34 ‐0.12 0.18 0.83 ‐1.17 ‐0.14 0.31 1.20 ‐2.16

35 ‐0.23 0.14 0.49 ‐0.90 ‐0.15 0.24 0.93 ‐1.44

36 ‐0.11 0.10 0.44 ‐0.66 ‐0.23 0.15 0.44 ‐1.16

37 ‐0.10 0.09 0.32 ‐0.63 ‐0.21 0.12 0.39 ‐0.98

38 ‐0.09 0.08 0.27 ‐0.61 ‐0.10 0.11 0.41 ‐0.82

39 0.08 0.10 0.63 ‐0.39 0.04 0.14 0.88 ‐0.59

40 ‐0.04 0.07 0.39 ‐0.36 ‐0.11 0.09 0.56 ‐0.50

41 ‐0.49 0.34 1.66 ‐2.27 ‐0.61 0.70 2.41 ‐3.92

42 ‐0.39 0.16 0.38 ‐1.32 ‐0.42 0.24 1.09 ‐2.13

43 ‐0.04 0.13 0.60 ‐0.68 ‐0.23 0.17 0.65 ‐1.42

44 ‐0.12 0.11 0.41 ‐0.72 ‐0.24 0.14 0.45 ‐0.98

45 ‐0.21 0.10 0.28 ‐0.82 ‐0.25 0.12 0.38 ‐1.01

46 ‐0.11 0.09 0.31 ‐0.67 0.00 0.00 0.00 0.00

47 ‐0.14 0.07 0.22 ‐0.64 ‐0.17 0.09 0.23 ‐0.68

48 ‐0.07 0.05 0.15 ‐0.35 ‐0.08 0.05 0.20 ‐0.38

49 ‐0.51 0.38 1.68 ‐2.40 ‐0.42 0.79 3.43 ‐4.10

50 0.00 0.21 0.84 ‐1.11 ‐0.15 0.29 1.30 ‐1.88

51 ‐0.11 0.17 0.69 ‐0.92 ‐0.13 0.22 0.92 ‐1.39

52 ‐0.23 0.12 0.30 ‐0.85 ‐0.21 0.15 0.56 ‐1.05

53 ‐0.13 0.10 0.37 ‐0.68 ‐0.18 0.13 0.47 ‐0.84

54 ‐0.10 0.08 0.34 ‐0.54 ‐0.19 0.11 0.30 ‐0.88

55 0.04 0.10 0.75 ‐0.41 ‐0.01 0.13 0.92 ‐0.59

56 ‐0.05 0.08 0.44 ‐0.47 ‐0.10 0.09 0.53 ‐0.55

57 ‐0.52 0.34 1.06 ‐2.56 ‐0.42 0.61 3.38 ‐3.92

58 ‐0.32 0.18 0.37 ‐1.41 ‐0.31 0.27 1.67 ‐2.02

59 ‐0.16 0.15 0.46 ‐0.87 ‐0.14 0.20 0.85 ‐1.34

60 ‐0.13 0.11 0.38 ‐0.71 ‐0.21 0.15 0.54 ‐1.07

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.13 0.10 0.56 ‐0.37 ‐0.24 0.12 0.36 ‐0.89

63 ‐0.11 0.08 0.22 ‐0.61 ‐0.16 0.10 0.30 ‐0.72

64 0.01 0.04 0.22 ‐0.26 ‐0.08 0.06 0.18 ‐0.43

Table A15 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 140o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.16 0.28 2.00 ‐1.75 ‐0.08 0.63 2.77 ‐2.58

2 0.00 0.10 0.46 ‐0.66 0.01 0.17 1.14 ‐0.93

3 0.05 0.12 0.65 ‐0.59 ‐0.03 0.16 0.89 ‐0.75

4 ‐0.02 0.07 0.30 ‐0.56 ‐0.07 0.11 0.50 ‐0.68

5 ‐0.07 0.06 0.21 ‐0.41 ‐0.07 0.09 0.43 ‐0.65

6 ‐0.14 0.09 0.13 ‐0.70 ‐0.07 0.07 0.28 ‐0.61

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.02 0.08 0.50 ‐0.38 ‐0.06 0.08 0.60 ‐0.50

9 ‐0.27 0.37 2.36 ‐2.50 ‐0.28 0.83 4.01 ‐3.95

10 ‐0.17 0.13 0.53 ‐0.93 ‐0.28 0.22 1.51 ‐1.42

11 ‐0.08 0.10 0.39 ‐0.76 ‐0.02 0.17 1.04 ‐0.83

12 ‐0.02 0.08 0.38 ‐0.59 ‐0.11 0.13 0.59 ‐0.87

13 ‐0.11 0.08 0.24 ‐0.63 ‐0.15 0.12 0.51 ‐0.89

14 ‐0.13 0.07 0.21 ‐0.58 ‐0.15 0.11 0.37 ‐0.89

15 0.01 0.06 0.34 ‐0.38 ‐0.08 0.08 0.33 ‐0.64

16 0.09 0.04 0.29 ‐0.22 ‐0.04 0.05 0.21 ‐0.48

17 ‐0.38 0.42 2.18 ‐2.49 ‐0.53 0.88 3.44 ‐4.37

18 ‐0.11 0.16 0.52 ‐1.02 0.00 0.00 0.00 0.00

19 ‐0.02 0.14 0.58 ‐0.89 ‐0.14 0.22 1.12 ‐1.39

20 0.01 0.11 0.47 ‐0.73 ‐0.20 0.15 0.51 ‐1.09

21 ‐0.12 0.09 0.31 ‐0.65 ‐0.19 0.12 0.46 ‐1.01

22 ‐0.01 0.08 0.33 ‐0.46 ‐0.18 0.10 0.30 ‐0.83

23 0.14 0.10 0.75 ‐0.34 0.06 0.13 1.04 ‐0.52

24 0.02 0.08 0.49 ‐0.29 ‐0.09 0.09 0.51 ‐0.52

25 ‐0.55 0.38 1.39 ‐2.57 ‐0.70 0.92 4.76 ‐4.92

26 ‐0.26 0.16 0.45 ‐1.26 ‐0.34 0.25 1.30 ‐2.03

27 ‐0.15 0.12 0.39 ‐0.90 ‐0.19 0.18 0.70 ‐1.20

28 ‐0.09 0.10 0.40 ‐0.70 ‐0.18 0.15 0.55 ‐1.01

29 ‐0.12 0.10 0.36 ‐0.70 ‐0.18 0.13 0.49 ‐0.93

30 ‐0.15 0.09 0.28 ‐0.62 ‐0.22 0.11 0.35 ‐0.88

31 ‐0.03 0.07 0.32 ‐0.46 ‐0.09 0.08 0.28 ‐0.52

32 0.07 0.05 0.31 ‐0.18 ‐0.12 0.07 0.13 ‐0.64

33 ‐0.45 0.42 1.92 ‐2.39 ‐0.67 0.82 3.42 ‐4.32

34 ‐0.18 0.18 0.60 ‐1.26 ‐0.22 0.30 1.26 ‐2.39

35 ‐0.25 0.14 0.41 ‐0.91 ‐0.19 0.24 0.89 ‐1.60

36 ‐0.11 0.11 0.40 ‐0.69 ‐0.27 0.16 0.43 ‐1.23

37 ‐0.11 0.10 0.35 ‐0.70 ‐0.25 0.13 0.37 ‐1.08

38 ‐0.11 0.08 0.27 ‐0.59 ‐0.15 0.11 0.35 ‐0.82

39 0.05 0.09 0.54 ‐0.43 ‐0.01 0.11 0.73 ‐0.71

40 ‐0.05 0.07 0.39 ‐0.44 ‐0.12 0.09 0.43 ‐0.55

41 ‐0.52 0.41 2.03 ‐2.60 ‐0.64 0.84 3.07 ‐4.26

42 ‐0.38 0.16 0.34 ‐1.34 ‐0.40 0.28 1.83 ‐2.23

43 ‐0.03 0.13 0.64 ‐0.73 ‐0.24 0.19 0.77 ‐1.31

44 ‐0.13 0.11 0.42 ‐0.74 ‐0.26 0.15 0.52 ‐1.11

45 ‐0.21 0.11 0.28 ‐0.71 ‐0.26 0.13 0.39 ‐1.01

46 ‐0.11 0.10 0.38 ‐0.63 0.00 0.00 0.00 0.00

47 ‐0.12 0.07 0.19 ‐0.50 ‐0.15 0.09 0.23 ‐0.62

48 ‐0.06 0.04 0.12 ‐0.37 ‐0.07 0.06 0.22 ‐0.39

49 ‐0.62 0.40 1.64 ‐2.60 ‐0.50 0.90 4.44 ‐5.02

50 ‐0.07 0.21 0.81 ‐1.25 ‐0.22 0.30 1.68 ‐2.00

51 ‐0.15 0.17 0.72 ‐0.93 ‐0.15 0.24 1.01 ‐1.40

52 ‐0.26 0.12 0.29 ‐0.84 ‐0.23 0.17 0.59 ‐1.17

53 ‐0.15 0.10 0.31 ‐0.66 ‐0.20 0.14 0.45 ‐0.93

54 ‐0.13 0.09 0.27 ‐0.68 ‐0.23 0.12 0.35 ‐0.86

55 0.03 0.09 0.53 ‐0.45 ‐0.04 0.11 0.79 ‐0.57

56 ‐0.05 0.07 0.48 ‐0.39 ‐0.11 0.09 0.70 ‐0.57

57 ‐0.65 0.41 1.43 ‐2.91 ‐0.46 0.81 4.70 ‐4.36

58 ‐0.32 0.18 0.40 ‐1.50 ‐0.32 0.29 1.51 ‐2.15

59 ‐0.16 0.14 0.43 ‐0.85 ‐0.15 0.21 0.87 ‐1.22

60 ‐0.13 0.12 0.38 ‐0.74 ‐0.22 0.17 0.68 ‐1.07

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.14 0.09 0.57 ‐0.33 ‐0.25 0.12 0.35 ‐0.94

63 ‐0.11 0.07 0.26 ‐0.51 ‐0.14 0.10 0.34 ‐0.69

64 0.02 0.04 0.23 ‐0.21 ‐0.07 0.06 0.21 ‐0.44

Table A16 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 150o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.19 0.30 2.06 ‐1.50 ‐0.14 0.74 3.30 ‐3.25

2 ‐0.07 0.10 0.38 ‐0.70 ‐0.06 0.18 1.07 ‐1.24

3 0.01 0.11 0.66 ‐0.59 ‐0.08 0.15 0.64 ‐0.90

4 ‐0.04 0.08 0.33 ‐0.58 ‐0.11 0.11 0.44 ‐0.73

5 ‐0.08 0.06 0.27 ‐0.55 ‐0.10 0.09 0.32 ‐0.64

6 ‐0.15 0.09 0.15 ‐0.76 ‐0.10 0.08 0.25 ‐0.68

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.03 0.08 0.49 ‐0.42 ‐0.06 0.08 0.43 ‐0.41

9 ‐0.28 0.41 2.27 ‐2.12 ‐0.30 0.95 4.14 ‐4.51

10 ‐0.16 0.13 0.50 ‐0.96 ‐0.28 0.23 1.56 ‐1.82

11 ‐0.09 0.10 0.35 ‐0.75 ‐0.04 0.17 0.82 ‐1.06

12 ‐0.03 0.08 0.42 ‐0.58 ‐0.15 0.13 0.49 ‐0.94

13 ‐0.12 0.08 0.29 ‐0.61 ‐0.17 0.12 0.42 ‐0.90

14 ‐0.13 0.07 0.18 ‐0.56 ‐0.17 0.11 0.32 ‐0.79

15 0.02 0.06 0.31 ‐0.48 ‐0.06 0.09 0.41 ‐0.57

16 0.10 0.04 0.28 ‐0.27 ‐0.04 0.05 0.21 ‐0.41

17 ‐0.41 0.45 2.31 ‐2.62 ‐0.55 0.98 4.10 ‐4.91

18 ‐0.16 0.15 0.59 ‐1.12 0.00 0.00 0.00 0.00

19 ‐0.03 0.14 0.60 ‐0.88 ‐0.18 0.21 0.93 ‐1.25

20 0.00 0.11 0.46 ‐0.70 ‐0.23 0.15 0.50 ‐1.13

21 ‐0.12 0.10 0.31 ‐0.72 ‐0.21 0.13 0.43 ‐1.10

22 ‐0.03 0.08 0.32 ‐0.57 ‐0.22 0.11 0.33 ‐0.94

23 0.12 0.09 0.60 ‐0.42 0.00 0.12 0.63 ‐0.72

24 0.01 0.07 0.53 ‐0.32 ‐0.10 0.09 0.52 ‐0.67

25 ‐0.53 0.41 2.00 ‐2.90 ‐0.66 1.06 4.35 ‐4.86

26 ‐0.22 0.16 0.50 ‐1.41 ‐0.31 0.27 1.58 ‐2.24

27 ‐0.15 0.12 0.41 ‐0.99 ‐0.21 0.19 0.68 ‐1.46

28 ‐0.10 0.10 0.35 ‐0.76 ‐0.21 0.15 0.54 ‐1.35

29 ‐0.12 0.10 0.39 ‐0.80 ‐0.20 0.13 0.41 ‐1.39

30 ‐0.16 0.09 0.28 ‐0.75 ‐0.23 0.12 0.30 ‐0.98

31 ‐0.02 0.07 0.28 ‐0.60 ‐0.07 0.09 0.36 ‐0.60

32 0.07 0.05 0.31 ‐0.24 ‐0.11 0.07 0.14 ‐0.62

33 ‐0.44 0.46 2.34 ‐2.88 ‐0.66 0.95 4.29 ‐4.49

34 ‐0.21 0.17 0.54 ‐1.31 ‐0.28 0.30 1.30 ‐2.28

35 ‐0.26 0.13 0.41 ‐1.08 ‐0.21 0.24 1.04 ‐1.52

36 ‐0.11 0.11 0.46 ‐0.77 ‐0.30 0.17 0.50 ‐1.38

37 ‐0.11 0.10 0.41 ‐0.69 ‐0.27 0.14 0.37 ‐1.07

38 ‐0.13 0.08 0.34 ‐0.66 ‐0.19 0.11 0.32 ‐0.86

39 0.03 0.08 0.39 ‐0.40 ‐0.05 0.11 0.52 ‐0.67

40 ‐0.06 0.07 0.32 ‐0.35 ‐0.13 0.09 0.41 ‐0.65

41 ‐0.53 0.45 1.90 ‐2.98 ‐0.63 0.97 3.86 ‐5.53

42 ‐0.35 0.16 0.43 ‐1.40 ‐0.36 0.30 1.80 ‐2.77

43 ‐0.01 0.13 0.69 ‐0.83 ‐0.23 0.20 0.89 ‐1.41

44 ‐0.13 0.11 0.48 ‐0.77 ‐0.27 0.15 0.54 ‐1.17

45 ‐0.21 0.10 0.38 ‐0.76 ‐0.26 0.14 0.52 ‐0.98

46 ‐0.11 0.09 0.43 ‐0.61 0.00 0.00 0.00 0.00

47 ‐0.10 0.07 0.29 ‐0.55 ‐0.12 0.09 0.37 ‐0.70

48 ‐0.06 0.04 0.17 ‐0.39 ‐0.05 0.06 0.25 ‐0.37

49 ‐0.67 0.43 2.03 ‐2.88 ‐0.54 1.03 3.77 ‐5.50

50 ‐0.12 0.19 0.79 ‐1.36 ‐0.25 0.32 1.73 ‐2.72

51 ‐0.17 0.16 0.67 ‐1.11 ‐0.15 0.24 1.12 ‐1.39

52 ‐0.30 0.12 0.39 ‐1.09 ‐0.24 0.18 0.63 ‐1.27

53 ‐0.17 0.11 0.44 ‐0.90 ‐0.21 0.14 0.54 ‐0.98

54 ‐0.16 0.09 0.33 ‐0.66 ‐0.25 0.12 0.35 ‐0.93

55 0.01 0.08 0.37 ‐0.42 ‐0.05 0.11 0.48 ‐0.66

56 ‐0.05 0.06 0.45 ‐0.40 ‐0.11 0.09 0.51 ‐0.57

57 ‐0.81 0.43 1.48 ‐2.92 ‐0.44 1.03 4.37 ‐4.56

58 ‐0.31 0.18 0.60 ‐1.46 ‐0.30 0.31 1.88 ‐2.23

59 ‐0.16 0.14 0.62 ‐1.02 ‐0.14 0.22 0.96 ‐1.50

60 ‐0.14 0.12 0.48 ‐0.80 ‐0.23 0.17 0.64 ‐1.20

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.16 0.10 0.68 ‐0.44 ‐0.25 0.12 0.34 ‐0.95

63 ‐0.10 0.07 0.29 ‐0.60 ‐0.12 0.09 0.31 ‐0.68

64 0.02 0.04 0.24 ‐0.29 ‐0.06 0.06 0.23 ‐0.41

Table A17 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 160o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.17 0.32 1.91 ‐2.47 ‐0.10 0.81 3.62 ‐4.70

2 ‐0.08 0.10 0.34 ‐0.84 ‐0.09 0.18 1.13 ‐1.12

3 ‐0.03 0.11 0.50 ‐0.85 ‐0.11 0.14 0.53 ‐0.95

4 ‐0.09 0.09 0.33 ‐0.94 ‐0.16 0.11 0.37 ‐0.86

5 ‐0.07 0.08 0.21 ‐0.95 ‐0.13 0.10 0.39 ‐0.69

6 ‐0.14 0.09 0.14 ‐0.99 ‐0.14 0.08 0.25 ‐0.69

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.04 0.08 0.46 ‐0.54 ‐0.09 0.07 0.41 ‐0.46

9 ‐0.28 0.41 2.06 ‐2.53 ‐0.24 1.00 5.06 ‐4.61

10 ‐0.17 0.13 0.59 ‐0.99 ‐0.26 0.24 2.03 ‐1.75

11 ‐0.10 0.10 0.38 ‐0.86 ‐0.09 0.17 0.80 ‐1.14

12 ‐0.09 0.09 0.33 ‐0.69 ‐0.18 0.13 0.53 ‐1.08

13 ‐0.09 0.08 0.29 ‐0.64 ‐0.20 0.12 0.43 ‐1.01

14 ‐0.13 0.07 0.15 ‐0.59 ‐0.23 0.10 0.23 ‐0.86

15 ‐0.01 0.06 0.29 ‐0.44 ‐0.05 0.09 0.39 ‐0.55

16 0.01 0.04 0.18 ‐0.28 ‐0.06 0.06 0.17 ‐0.40

17 ‐0.38 0.45 2.26 ‐2.38 ‐0.49 1.06 4.92 ‐4.75

18 ‐0.16 0.15 0.53 ‐1.14 0.00 0.00 0.00 0.00

19 ‐0.10 0.14 0.54 ‐1.00 ‐0.21 0.21 0.73 ‐1.33

20 ‐0.12 0.11 0.44 ‐0.77 ‐0.25 0.16 0.53 ‐1.13

21 ‐0.08 0.10 0.45 ‐0.68 ‐0.23 0.13 0.41 ‐0.91

22 ‐0.06 0.08 0.35 ‐0.60 ‐0.22 0.11 0.30 ‐0.87

23 0.08 0.08 0.51 ‐0.40 ‐0.04 0.11 0.58 ‐0.66

24 0.00 0.06 0.52 ‐0.30 ‐0.09 0.08 0.52 ‐0.53

25 ‐0.45 0.42 2.07 ‐2.31 ‐0.59 1.10 4.28 ‐5.32

26 ‐0.22 0.15 0.53 ‐1.18 ‐0.28 0.29 1.87 ‐2.05

27 ‐0.12 0.13 0.52 ‐0.86 ‐0.21 0.19 0.85 ‐1.44

28 ‐0.12 0.10 0.43 ‐0.69 ‐0.23 0.16 0.57 ‐1.01

29 ‐0.11 0.10 0.43 ‐0.61 ‐0.22 0.13 0.54 ‐0.97

30 ‐0.10 0.09 0.37 ‐0.56 ‐0.22 0.12 0.37 ‐0.87

31 ‐0.04 0.07 0.27 ‐0.45 ‐0.09 0.09 0.38 ‐0.62

32 0.03 0.04 0.25 ‐0.22 ‐0.12 0.07 0.16 ‐0.51

33 ‐0.46 0.48 2.39 ‐2.53 ‐0.62 1.04 3.96 ‐4.75

34 ‐0.16 0.17 0.60 ‐1.05 ‐0.30 0.30 1.65 ‐2.09

35 ‐0.17 0.13 0.49 ‐0.84 ‐0.17 0.25 0.97 ‐1.38

36 ‐0.18 0.11 0.36 ‐0.83 ‐0.32 0.17 0.46 ‐1.26

37 ‐0.17 0.10 0.33 ‐0.71 ‐0.26 0.14 0.44 ‐0.98

38 ‐0.16 0.08 0.26 ‐0.63 ‐0.21 0.12 0.38 ‐0.81

39 0.02 0.08 0.39 ‐0.46 ‐0.08 0.10 0.39 ‐0.71

40 ‐0.05 0.06 0.31 ‐0.32 ‐0.08 0.08 0.47 ‐0.45

41 ‐0.53 0.45 1.92 ‐2.57 ‐0.57 1.09 4.19 ‐4.69

42 ‐0.28 0.16 0.38 ‐1.24 ‐0.34 0.33 2.11 ‐2.07

43 ‐0.15 0.13 0.44 ‐0.78 ‐0.22 0.22 0.98 ‐1.23

44 ‐0.18 0.11 0.32 ‐0.72 ‐0.26 0.17 0.57 ‐1.08

45 ‐0.20 0.10 0.27 ‐0.73 ‐0.26 0.14 0.46 ‐1.00

46 ‐0.16 0.09 0.28 ‐0.68 0.00 0.00 0.00 0.00

47 ‐0.11 0.07 0.21 ‐0.55 ‐0.09 0.10 0.42 ‐0.59

48 ‐0.04 0.04 0.16 ‐0.29 ‐0.05 0.06 0.26 ‐0.36

49 ‐0.68 0.45 1.73 ‐2.76 ‐0.55 1.12 5.08 ‐4.74

50 ‐0.20 0.19 0.53 ‐1.23 ‐0.27 0.34 1.66 ‐2.23

51 ‐0.15 0.16 0.55 ‐0.84 ‐0.18 0.25 0.91 ‐1.47

52 ‐0.23 0.13 0.32 ‐0.90 ‐0.25 0.19 0.72 ‐1.13

53 ‐0.18 0.11 0.28 ‐0.74 ‐0.23 0.16 0.62 ‐0.98

54 ‐0.15 0.09 0.26 ‐0.62 ‐0.23 0.12 0.40 ‐0.89

55 ‐0.03 0.07 0.33 ‐0.46 ‐0.08 0.10 0.39 ‐0.72

56 ‐0.06 0.06 0.30 ‐0.42 ‐0.11 0.08 0.35 ‐0.53

57 ‐0.74 0.43 1.65 ‐2.80 ‐0.44 1.10 4.22 ‐4.40

58 ‐0.27 0.18 0.47 ‐1.30 ‐0.31 0.34 2.02 ‐2.14

59 ‐0.14 0.15 0.49 ‐0.78 ‐0.18 0.24 1.02 ‐1.31

60 ‐0.17 0.12 0.37 ‐0.74 ‐0.23 0.18 0.64 ‐1.14

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.12 0.10 0.36 ‐0.59 ‐0.22 0.13 0.42 ‐0.83

63 ‐0.04 0.07 0.32 ‐0.42 ‐0.11 0.10 0.34 ‐0.62

64 ‐0.03 0.04 0.17 ‐0.27 ‐0.07 0.06 0.25 ‐0.39

Table A18 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 170o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.28 0.44 1.97 ‐3.36 ‐0.09 0.89 4.08 ‐4.39

2 ‐0.16 0.13 0.36 ‐1.21 ‐0.15 0.18 1.04 ‐1.40

3 ‐0.09 0.13 0.37 ‐1.20 ‐0.12 0.14 0.71 ‐1.19

4 ‐0.13 0.12 0.33 ‐1.33 ‐0.16 0.13 0.53 ‐1.21

5 ‐0.11 0.12 0.32 ‐1.34 ‐0.13 0.12 0.52 ‐1.11

6 ‐0.17 0.13 0.18 ‐1.68 ‐0.16 0.11 0.34 ‐1.24

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.06 0.08 0.37 ‐0.59 ‐0.10 0.07 0.28 ‐0.67

9 ‐0.29 0.45 2.46 ‐2.82 ‐0.23 1.03 4.38 ‐3.62

10 ‐0.17 0.15 0.58 ‐1.29 ‐0.21 0.27 1.97 ‐1.70

11 ‐0.11 0.11 0.43 ‐0.90 ‐0.09 0.19 0.87 ‐0.98

12 ‐0.11 0.10 0.32 ‐0.80 ‐0.18 0.15 0.60 ‐0.93

13 ‐0.09 0.09 0.34 ‐0.71 ‐0.19 0.13 0.57 ‐0.88

14 ‐0.11 0.08 0.22 ‐0.59 ‐0.20 0.11 0.38 ‐0.80

15 0.01 0.07 0.34 ‐0.42 ‐0.03 0.09 0.49 ‐0.54

16 0.01 0.04 0.29 ‐0.31 ‐0.07 0.06 0.28 ‐0.44

17 ‐0.40 0.48 2.35 ‐2.65 ‐0.44 1.12 4.87 ‐4.54

18 ‐0.20 0.15 0.75 ‐1.25 0.00 0.00 0.00 0.00

19 ‐0.11 0.14 0.52 ‐0.86 ‐0.20 0.21 0.83 ‐1.21

20 ‐0.11 0.11 0.41 ‐0.69 ‐0.23 0.17 0.63 ‐1.00

21 ‐0.08 0.11 0.44 ‐0.65 ‐0.23 0.14 0.54 ‐1.00

22 ‐0.05 0.09 0.34 ‐0.62 ‐0.23 0.12 0.41 ‐0.94

23 0.05 0.08 0.43 ‐0.34 ‐0.09 0.10 0.51 ‐0.63

24 0.00 0.05 0.34 ‐0.28 ‐0.10 0.07 0.41 ‐0.48

25 ‐0.42 0.46 2.28 ‐2.51 ‐0.53 1.16 4.54 ‐4.62

26 ‐0.20 0.16 0.70 ‐1.16 ‐0.23 0.32 2.18 ‐1.90

27 ‐0.12 0.14 0.58 ‐0.87 ‐0.20 0.21 0.92 ‐1.13

28 ‐0.11 0.12 0.46 ‐0.73 ‐0.22 0.17 0.81 ‐0.99

29 ‐0.09 0.11 0.45 ‐0.63 ‐0.21 0.15 0.69 ‐0.94

30 ‐0.07 0.10 0.40 ‐0.58 ‐0.19 0.13 0.58 ‐0.89

31 ‐0.04 0.07 0.27 ‐0.54 ‐0.07 0.10 0.48 ‐0.65

32 0.01 0.05 0.25 ‐0.26 ‐0.11 0.07 0.19 ‐0.57

33 ‐0.43 0.52 2.80 ‐2.55 ‐0.58 1.14 4.54 ‐4.59

34 ‐0.19 0.17 0.73 ‐1.11 ‐0.34 0.31 2.10 ‐1.87

35 ‐0.17 0.13 0.50 ‐0.85 ‐0.15 0.25 1.25 ‐1.30

36 ‐0.17 0.11 0.38 ‐0.78 ‐0.33 0.18 0.74 ‐1.33

37 ‐0.17 0.10 0.37 ‐0.70 ‐0.25 0.15 0.63 ‐1.14

38 ‐0.16 0.09 0.28 ‐0.68 ‐0.22 0.13 0.48 ‐0.86

39 ‐0.01 0.08 0.39 ‐0.41 ‐0.11 0.10 0.36 ‐0.64

40 ‐0.05 0.05 0.21 ‐0.34 ‐0.07 0.07 0.29 ‐0.46

41 ‐0.50 0.48 2.37 ‐2.77 ‐0.54 1.15 4.96 ‐4.90

42 ‐0.25 0.17 0.54 ‐1.10 ‐0.31 0.35 2.43 ‐2.31

43 ‐0.15 0.14 0.48 ‐0.80 ‐0.21 0.23 1.04 ‐1.35

44 ‐0.18 0.12 0.37 ‐0.76 ‐0.25 0.18 0.75 ‐1.13

45 ‐0.19 0.11 0.30 ‐0.72 ‐0.23 0.16 0.61 ‐1.00

46 ‐0.15 0.09 0.25 ‐0.62 0.00 0.00 0.00 0.00

47 ‐0.08 0.07 0.22 ‐0.43 ‐0.06 0.11 0.46 ‐0.76

48 ‐0.04 0.05 0.17 ‐0.33 ‐0.04 0.07 0.30 ‐0.63

49 ‐0.69 0.49 2.00 ‐2.84 ‐0.59 1.17 4.69 ‐5.32

50 ‐0.23 0.19 0.53 ‐1.22 ‐0.31 0.35 2.20 ‐2.25

51 ‐0.15 0.15 0.56 ‐0.87 ‐0.18 0.25 1.14 ‐1.52

52 ‐0.22 0.12 0.31 ‐0.90 ‐0.24 0.19 0.81 ‐1.19

53 ‐0.17 0.11 0.34 ‐0.76 ‐0.22 0.16 0.69 ‐1.07

54 ‐0.15 0.09 0.28 ‐0.62 ‐0.23 0.13 0.49 ‐0.95

55 ‐0.04 0.07 0.29 ‐0.45 ‐0.09 0.10 0.43 ‐0.66

56 ‐0.05 0.05 0.20 ‐0.36 ‐0.09 0.07 0.32 ‐0.49

57 ‐0.71 0.44 1.59 ‐2.71 ‐0.51 1.13 4.79 ‐4.13

58 ‐0.27 0.19 0.47 ‐1.29 ‐0.29 0.37 2.39 ‐2.32

59 ‐0.15 0.15 0.53 ‐0.87 ‐0.18 0.25 1.20 ‐1.61

60 ‐0.17 0.12 0.39 ‐0.81 ‐0.23 0.19 0.89 ‐1.18

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.08 0.10 0.43 ‐0.59 ‐0.19 0.14 0.57 ‐0.95

63 ‐0.02 0.08 0.32 ‐0.50 ‐0.08 0.11 0.51 ‐0.69

64 ‐0.03 0.05 0.19 ‐0.33 ‐0.07 0.07 0.27 ‐0.43

TableA19 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 180o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.47 0.56 2.43 ‐3.61 ‐0.10 0.96 4.60 ‐4.23

2 ‐0.23 0.16 0.67 ‐1.52 ‐0.17 0.18 1.12 ‐1.47

3 ‐0.14 0.16 0.47 ‐2.20 ‐0.11 0.16 0.78 ‐1.50

4 ‐0.19 0.17 0.42 ‐2.00 ‐0.14 0.15 0.74 ‐1.94

5 ‐0.17 0.18 0.45 ‐2.28 ‐0.14 0.14 0.84 ‐1.62

6 ‐0.26 0.21 0.36 ‐2.70 ‐0.20 0.14 0.65 ‐1.60

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.09 0.09 0.32 ‐0.89 ‐0.10 0.08 0.41 ‐0.76

9 ‐0.37 0.48 2.50 ‐2.99 ‐0.18 1.05 4.96 ‐4.12

10 ‐0.18 0.17 0.59 ‐1.52 ‐0.15 0.28 1.87 ‐1.64

11 ‐0.12 0.13 0.46 ‐0.88 ‐0.05 0.21 0.99 ‐1.11

12 ‐0.13 0.11 0.33 ‐0.89 ‐0.17 0.16 0.69 ‐0.98

13 ‐0.11 0.11 0.41 ‐0.77 ‐0.18 0.14 0.61 ‐0.91

14 ‐0.10 0.09 0.28 ‐0.64 ‐0.19 0.12 0.41 ‐0.80

15 0.02 0.08 0.47 ‐0.52 ‐0.02 0.10 0.53 ‐0.49

16 0.01 0.05 0.41 ‐0.38 ‐0.07 0.07 0.53 ‐0.49

17 ‐0.45 0.50 2.05 ‐3.00 ‐0.37 1.14 4.43 ‐4.75

18 ‐0.24 0.16 0.46 ‐1.43 0.00 0.00 0.00 0.00

19 ‐0.13 0.14 0.45 ‐0.92 ‐0.20 0.21 0.95 ‐1.31

20 ‐0.11 0.12 0.35 ‐0.74 ‐0.23 0.17 0.81 ‐1.20

21 ‐0.08 0.11 0.46 ‐0.66 ‐0.23 0.14 0.57 ‐1.07

22 ‐0.07 0.10 0.39 ‐0.58 ‐0.25 0.13 0.40 ‐0.89

23 0.03 0.08 0.39 ‐0.43 ‐0.12 0.10 0.35 ‐0.72

24 0.01 0.05 0.33 ‐0.24 ‐0.10 0.07 0.33 ‐0.49

25 ‐0.45 0.46 2.09 ‐2.75 ‐0.48 1.15 4.46 ‐4.84

26 ‐0.20 0.17 0.78 ‐1.25 ‐0.19 0.34 2.27 ‐2.18

27 ‐0.12 0.15 0.53 ‐1.04 ‐0.19 0.22 1.11 ‐1.55

28 ‐0.12 0.12 0.44 ‐0.93 ‐0.23 0.18 0.91 ‐1.22

29 ‐0.09 0.11 0.46 ‐0.77 ‐0.20 0.15 0.67 ‐1.08

30 ‐0.07 0.10 0.41 ‐0.64 ‐0.17 0.13 0.60 ‐0.99

31 ‐0.06 0.07 0.26 ‐0.56 ‐0.06 0.09 0.48 ‐0.72

32 ‐0.01 0.05 0.29 ‐0.28 ‐0.11 0.07 0.25 ‐0.53

33 ‐0.43 0.54 2.41 ‐2.84 ‐0.51 1.13 4.24 ‐4.86

34 ‐0.23 0.17 0.62 ‐1.16 ‐0.38 0.32 1.90 ‐2.15

35 ‐0.18 0.13 0.40 ‐0.82 ‐0.15 0.25 1.23 ‐1.32

36 ‐0.17 0.11 0.34 ‐0.77 ‐0.34 0.18 0.59 ‐1.32

37 ‐0.17 0.11 0.30 ‐0.73 ‐0.24 0.15 0.54 ‐1.03

38 ‐0.17 0.09 0.26 ‐0.67 ‐0.23 0.13 0.36 ‐0.86

39 ‐0.06 0.08 0.29 ‐0.46 ‐0.12 0.10 0.33 ‐0.68

40 ‐0.05 0.05 0.18 ‐0.34 ‐0.06 0.07 0.25 ‐0.44

41 ‐0.49 0.48 2.18 ‐2.95 ‐0.51 1.12 4.78 ‐4.49

42 ‐0.24 0.17 0.55 ‐1.12 ‐0.29 0.35 2.09 ‐2.19

43 ‐0.16 0.14 0.47 ‐0.84 ‐0.21 0.24 1.11 ‐1.36

44 ‐0.19 0.12 0.34 ‐0.75 ‐0.25 0.19 0.88 ‐1.10

45 ‐0.19 0.11 0.29 ‐0.76 ‐0.22 0.16 0.68 ‐1.00

46 ‐0.14 0.09 0.31 ‐0.67 0.00 0.00 0.00 0.00

47 ‐0.07 0.07 0.20 ‐0.53 ‐0.04 0.11 0.54 ‐0.64

48 ‐0.05 0.05 0.25 ‐0.34 ‐0.05 0.07 0.43 ‐0.49

49 ‐0.73 0.49 2.02 ‐2.81 ‐0.60 1.14 4.52 ‐4.94

50 ‐0.26 0.19 0.52 ‐1.32 ‐0.35 0.35 2.12 ‐2.33

51 ‐0.15 0.15 0.48 ‐0.84 ‐0.19 0.24 1.03 ‐1.43

52 ‐0.22 0.12 0.28 ‐0.85 ‐0.25 0.19 0.79 ‐1.17

53 ‐0.16 0.11 0.36 ‐0.74 ‐0.21 0.16 0.65 ‐0.95

54 ‐0.15 0.10 0.36 ‐0.66 ‐0.24 0.13 0.46 ‐0.89

55 ‐0.04 0.07 0.34 ‐0.41 ‐0.11 0.10 0.41 ‐0.64

56 ‐0.04 0.05 0.19 ‐0.30 ‐0.07 0.07 0.26 ‐0.39

57 ‐0.69 0.43 1.64 ‐2.82 ‐0.52 1.08 4.16 ‐4.84

58 ‐0.26 0.19 0.56 ‐1.40 ‐0.28 0.37 2.13 ‐2.32

59 ‐0.17 0.16 0.53 ‐0.87 ‐0.19 0.25 1.13 ‐1.56

60 ‐0.19 0.13 0.40 ‐0.81 ‐0.24 0.19 0.83 ‐1.36

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.06 0.10 0.46 ‐0.59 ‐0.18 0.13 0.55 ‐0.86

63 ‐0.02 0.07 0.34 ‐0.50 ‐0.05 0.11 0.47 ‐0.66

64 ‐0.03 0.05 0.28 ‐0.32 ‐0.08 0.07 0.38 ‐0.42

Table A20 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 190o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.63 0.64 2.77 ‐3.50 0.08 0.96 5.14 ‐3.72

2 ‐0.32 0.19 0.60 ‐1.61 ‐0.21 0.19 0.98 ‐1.28

3 ‐0.19 0.24 0.68 ‐3.21 ‐0.12 0.19 1.26 ‐1.61

4 ‐0.27 0.25 0.65 ‐3.02 ‐0.14 0.20 1.56 ‐1.65

5 ‐0.26 0.26 0.72 ‐2.40 ‐0.15 0.19 1.29 ‐1.58

6 ‐0.38 0.28 0.60 ‐2.38 ‐0.23 0.19 1.06 ‐1.62

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.12 0.13 0.66 ‐1.02 ‐0.09 0.11 0.63 ‐0.79

9 ‐0.48 0.53 2.64 ‐3.02 ‐0.07 1.00 4.16 ‐3.66

10 ‐0.17 0.22 0.73 ‐1.65 ‐0.09 0.28 2.02 ‐1.59

11 ‐0.12 0.16 0.56 ‐1.10 ‐0.03 0.23 1.18 ‐1.05

12 ‐0.15 0.13 0.41 ‐0.98 ‐0.18 0.16 0.76 ‐1.15

13 ‐0.12 0.12 0.46 ‐0.79 ‐0.18 0.14 0.70 ‐0.92

14 ‐0.09 0.10 0.42 ‐0.64 ‐0.18 0.11 0.45 ‐0.81

15 0.06 0.11 0.62 ‐0.62 0.03 0.13 0.73 ‐0.60

16 0.03 0.08 0.81 ‐0.52 ‐0.05 0.11 0.92 ‐0.54

17 ‐0.52 0.51 2.02 ‐2.88 ‐0.24 1.06 4.26 ‐4.14

18 ‐0.28 0.19 0.46 ‐1.62 0.00 0.00 0.00 0.00

19 ‐0.13 0.15 0.45 ‐1.09 ‐0.20 0.20 0.87 ‐1.24

20 ‐0.12 0.12 0.43 ‐0.89 ‐0.23 0.16 0.71 ‐1.06

21 ‐0.11 0.12 0.42 ‐0.80 ‐0.22 0.13 0.51 ‐0.96

22 ‐0.10 0.10 0.38 ‐0.64 ‐0.27 0.12 0.31 ‐0.89

23 0.00 0.08 0.37 ‐0.50 ‐0.15 0.10 0.29 ‐0.69

24 0.02 0.06 0.28 ‐0.29 ‐0.10 0.06 0.19 ‐0.43

25 ‐0.48 0.44 1.84 ‐2.61 ‐0.43 1.07 4.58 ‐4.71

26 ‐0.17 0.18 0.52 ‐1.30 ‐0.14 0.33 2.21 ‐2.03

27 ‐0.12 0.16 0.55 ‐1.17 ‐0.17 0.23 1.01 ‐1.35

28 ‐0.14 0.13 0.42 ‐0.99 ‐0.23 0.18 0.79 ‐1.09

29 ‐0.11 0.11 0.42 ‐0.81 ‐0.20 0.14 0.75 ‐0.98

30 ‐0.08 0.10 0.38 ‐0.68 ‐0.15 0.12 0.53 ‐0.82

31 ‐0.06 0.08 0.25 ‐0.66 ‐0.05 0.10 0.39 ‐0.64

32 ‐0.03 0.06 0.34 ‐0.38 ‐0.11 0.08 0.48 ‐0.52

33 ‐0.42 0.52 2.20 ‐2.84 ‐0.42 1.06 4.27 ‐4.67

34 ‐0.27 0.17 0.54 ‐1.32 ‐0.40 0.30 1.98 ‐2.30

35 ‐0.19 0.13 0.46 ‐0.92 ‐0.14 0.23 0.98 ‐1.22

36 ‐0.16 0.11 0.39 ‐0.84 ‐0.35 0.17 0.48 ‐1.23

37 ‐0.17 0.10 0.32 ‐0.74 ‐0.23 0.14 0.49 ‐0.96

38 ‐0.18 0.09 0.22 ‐0.71 ‐0.23 0.12 0.34 ‐0.80

39 ‐0.09 0.07 0.22 ‐0.56 ‐0.14 0.09 0.35 ‐0.67

40 ‐0.05 0.04 0.13 ‐0.39 ‐0.05 0.06 0.29 ‐0.41

41 ‐0.50 0.45 1.64 ‐2.53 ‐0.48 1.04 4.71 ‐4.14

42 ‐0.23 0.17 0.45 ‐1.28 ‐0.26 0.32 1.68 ‐2.18

43 ‐0.17 0.14 0.47 ‐0.89 ‐0.20 0.24 1.03 ‐1.39

44 ‐0.20 0.12 0.38 ‐0.88 ‐0.25 0.18 0.65 ‐1.10

45 ‐0.19 0.11 0.28 ‐0.86 ‐0.22 0.15 0.57 ‐0.99

46 ‐0.14 0.09 0.27 ‐0.78 0.00 0.00 0.00 0.00

47 ‐0.05 0.07 0.26 ‐0.64 ‐0.02 0.11 0.53 ‐0.62

48 ‐0.06 0.06 0.38 ‐0.39 ‐0.06 0.08 0.48 ‐0.43

49 ‐0.75 0.46 1.96 ‐2.84 ‐0.58 1.06 3.84 ‐4.58

50 ‐0.30 0.18 0.47 ‐1.39 ‐0.38 0.31 1.57 ‐2.21

51 ‐0.16 0.14 0.44 ‐0.82 ‐0.20 0.22 0.81 ‐1.35

52 ‐0.24 0.11 0.28 ‐0.86 ‐0.25 0.17 0.56 ‐1.17

53 ‐0.16 0.10 0.37 ‐0.77 ‐0.20 0.15 0.50 ‐0.98

54 ‐0.16 0.09 0.27 ‐0.77 ‐0.24 0.12 0.41 ‐0.84

55 ‐0.05 0.07 0.25 ‐0.66 ‐0.13 0.10 0.31 ‐0.66

56 ‐0.03 0.05 0.15 ‐0.37 ‐0.05 0.06 0.22 ‐0.38

57 ‐0.68 0.40 1.46 ‐2.53 ‐0.53 0.99 3.78 ‐4.55

58 ‐0.25 0.19 0.48 ‐1.35 ‐0.25 0.35 1.99 ‐2.28

59 ‐0.17 0.16 0.49 ‐0.87 ‐0.19 0.24 0.89 ‐1.32

60 ‐0.19 0.12 0.34 ‐0.75 ‐0.24 0.18 0.65 ‐1.19

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.04 0.09 0.38 ‐0.58 ‐0.16 0.12 0.39 ‐0.88

63 0.00 0.07 0.35 ‐0.42 ‐0.02 0.11 0.51 ‐0.61

64 ‐0.03 0.06 0.41 ‐0.35 ‐0.08 0.08 0.47 ‐0.45

Table A21 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 200o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.62 0.68 3.45 ‐4.04 0.04 0.87 5.09 ‐3.70

2 ‐0.42 0.21 0.50 ‐2.39 ‐0.24 0.21 0.95 ‐1.97

3 ‐0.29 0.32 0.79 ‐3.38 ‐0.13 0.24 1.49 ‐2.54

4 ‐0.36 0.32 0.81 ‐2.81 ‐0.13 0.28 2.15 ‐2.38

5 ‐0.35 0.32 0.87 ‐2.60 ‐0.15 0.28 1.89 ‐2.10

6 ‐0.50 0.34 1.13 ‐2.78 ‐0.25 0.26 1.44 ‐2.10

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.14 0.17 0.88 ‐1.37 ‐0.09 0.14 0.96 ‐1.08

9 ‐0.59 0.61 2.71 ‐3.72 ‐0.07 0.94 4.65 ‐4.01

10 ‐0.16 0.26 1.22 ‐1.78 ‐0.05 0.28 1.71 ‐1.80

11 ‐0.11 0.20 0.93 ‐1.08 ‐0.01 0.25 1.36 ‐0.98

12 ‐0.16 0.15 0.51 ‐0.94 ‐0.17 0.17 0.65 ‐0.96

13 ‐0.13 0.13 0.52 ‐0.89 ‐0.18 0.14 0.57 ‐1.00

14 ‐0.07 0.11 0.49 ‐0.78 ‐0.16 0.12 0.40 ‐0.82

15 0.12 0.14 0.82 ‐0.49 0.08 0.16 0.90 ‐0.57

16 0.05 0.12 0.89 ‐0.61 ‐0.04 0.12 0.84 ‐0.56

17 ‐0.60 0.54 2.42 ‐3.10 ‐0.21 0.97 4.06 ‐4.56

18 ‐0.33 0.22 0.52 ‐1.71 0.00 0.00 0.00 0.00

19 ‐0.14 0.16 0.61 ‐1.12 ‐0.21 0.19 0.82 ‐1.23

20 ‐0.13 0.13 0.50 ‐0.87 ‐0.22 0.15 0.58 ‐1.11

21 ‐0.12 0.12 0.47 ‐0.70 ‐0.21 0.13 0.43 ‐0.91

22 ‐0.13 0.10 0.37 ‐0.63 ‐0.26 0.12 0.27 ‐0.95

23 ‐0.02 0.09 0.40 ‐0.56 ‐0.19 0.10 0.23 ‐0.88

24 0.04 0.06 0.30 ‐0.36 ‐0.10 0.06 0.13 ‐0.43

25 ‐0.51 0.44 2.10 ‐2.66 ‐0.43 0.98 4.09 ‐4.21

26 ‐0.15 0.21 0.70 ‐1.31 ‐0.10 0.32 1.96 ‐2.03

27 ‐0.13 0.18 0.71 ‐0.96 ‐0.16 0.24 1.15 ‐1.39

28 ‐0.15 0.13 0.45 ‐0.83 ‐0.23 0.17 0.80 ‐1.11

29 ‐0.12 0.12 0.44 ‐0.74 ‐0.18 0.14 0.51 ‐0.99

30 ‐0.09 0.10 0.41 ‐0.62 ‐0.13 0.12 0.47 ‐0.80

31 ‐0.04 0.09 0.35 ‐0.57 ‐0.03 0.10 0.47 ‐0.64

32 ‐0.03 0.08 0.47 ‐0.42 ‐0.11 0.08 0.44 ‐0.59

33 ‐0.41 0.52 2.18 ‐2.70 ‐0.36 0.96 4.04 ‐4.37

34 ‐0.33 0.18 0.59 ‐1.51 ‐0.42 0.29 1.88 ‐2.21

35 ‐0.22 0.14 0.41 ‐0.93 ‐0.14 0.22 1.10 ‐1.32

36 ‐0.16 0.12 0.45 ‐0.81 ‐0.35 0.16 0.43 ‐1.19

37 ‐0.18 0.11 0.31 ‐0.78 ‐0.21 0.14 0.51 ‐0.96

38 ‐0.18 0.10 0.31 ‐0.69 ‐0.22 0.12 0.33 ‐0.87

39 ‐0.12 0.08 0.22 ‐0.60 ‐0.15 0.09 0.25 ‐0.60

40 ‐0.06 0.05 0.13 ‐0.35 ‐0.05 0.06 0.30 ‐0.39

41 ‐0.50 0.44 1.72 ‐2.45 ‐0.47 0.95 3.93 ‐4.64

42 ‐0.23 0.17 0.61 ‐1.21 ‐0.25 0.31 1.82 ‐2.38

43 ‐0.18 0.14 0.41 ‐0.98 ‐0.20 0.24 1.00 ‐1.35

44 ‐0.21 0.12 0.32 ‐0.84 ‐0.26 0.17 0.69 ‐1.03

45 ‐0.22 0.11 0.27 ‐0.85 ‐0.22 0.14 0.52 ‐0.96

46 ‐0.16 0.09 0.27 ‐0.65 0.00 0.00 0.00 0.00

47 ‐0.04 0.07 0.29 ‐0.48 ‐0.02 0.11 0.58 ‐0.52

48 ‐0.07 0.07 0.33 ‐0.37 ‐0.07 0.09 0.48 ‐0.47

49 ‐0.72 0.44 1.25 ‐2.77 ‐0.60 0.97 4.28 ‐4.82

50 ‐0.34 0.17 0.33 ‐1.39 ‐0.41 0.29 1.86 ‐2.41

51 ‐0.18 0.13 0.39 ‐0.93 ‐0.23 0.21 0.99 ‐1.49

52 ‐0.25 0.11 0.23 ‐0.91 ‐0.25 0.16 0.60 ‐1.08

53 ‐0.15 0.10 0.34 ‐0.77 ‐0.18 0.15 0.59 ‐0.90

54 ‐0.16 0.10 0.29 ‐0.73 ‐0.23 0.12 0.36 ‐0.87

55 ‐0.06 0.07 0.28 ‐0.58 ‐0.15 0.09 0.30 ‐0.60

56 ‐0.02 0.04 0.17 ‐0.34 ‐0.04 0.06 0.22 ‐0.37

57 ‐0.67 0.37 1.33 ‐2.53 ‐0.57 0.89 3.96 ‐4.26

58 ‐0.25 0.19 0.42 ‐1.42 ‐0.25 0.34 1.88 ‐2.29

59 ‐0.19 0.15 0.53 ‐0.99 ‐0.20 0.24 1.02 ‐1.57

60 ‐0.18 0.12 0.29 ‐0.88 ‐0.25 0.17 0.69 ‐1.20

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.02 0.09 0.39 ‐0.59 ‐0.15 0.12 0.53 ‐0.90

63 0.01 0.08 0.35 ‐0.43 ‐0.01 0.12 0.63 ‐0.65

64 ‐0.03 0.07 0.47 ‐0.32 ‐0.09 0.09 0.50 ‐0.50

Table A22 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 210o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.54 0.59 3.37 ‐3.93 ‐0.12 0.64 3.98 ‐3.65

2 ‐0.52 0.27 0.80 ‐2.98 ‐0.29 0.23 1.94 ‐1.54

3 ‐0.45 0.45 1.56 ‐3.73 ‐0.15 0.33 2.60 ‐2.95

4 ‐0.47 0.42 1.92 ‐3.09 ‐0.13 0.39 3.01 ‐2.55

5 ‐0.42 0.42 2.05 ‐2.95 ‐0.15 0.37 2.20 ‐2.43

6 ‐0.57 0.42 1.95 ‐3.19 ‐0.26 0.36 2.20 ‐2.59

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.18 0.20 1.30 ‐1.55 ‐0.11 0.18 1.25 ‐1.24

9 ‐0.66 0.72 3.05 ‐3.78 ‐0.10 0.83 3.83 ‐3.60

10 ‐0.11 0.29 1.33 ‐1.75 0.00 0.29 1.31 ‐1.51

11 ‐0.11 0.25 1.27 ‐1.05 0.01 0.27 1.59 ‐1.08

12 ‐0.17 0.16 0.65 ‐0.94 ‐0.17 0.17 0.80 ‐0.99

13 ‐0.12 0.15 0.66 ‐1.01 ‐0.16 0.14 0.60 ‐0.95

14 ‐0.03 0.14 0.64 ‐0.81 ‐0.12 0.13 0.47 ‐0.81

15 0.18 0.18 1.01 ‐0.59 0.12 0.18 0.97 ‐0.65

16 0.07 0.15 0.94 ‐0.58 ‐0.03 0.13 0.86 ‐0.72

17 ‐0.68 0.58 2.46 ‐3.24 ‐0.22 0.79 3.43 ‐4.09

18 ‐0.38 0.24 1.06 ‐1.67 0.00 0.00 0.00 0.00

19 ‐0.15 0.17 0.65 ‐0.92 ‐0.23 0.17 0.63 ‐1.15

20 ‐0.12 0.14 0.55 ‐0.83 ‐0.22 0.15 0.52 ‐1.03

21 ‐0.11 0.14 0.58 ‐0.70 ‐0.19 0.13 0.56 ‐0.86

22 ‐0.14 0.12 0.50 ‐0.80 ‐0.25 0.13 0.35 ‐0.92

23 ‐0.07 0.11 0.41 ‐0.65 ‐0.22 0.11 0.20 ‐0.79

24 0.04 0.07 0.38 ‐0.35 ‐0.10 0.06 0.13 ‐0.50

25 ‐0.53 0.44 2.02 ‐2.42 ‐0.43 0.82 4.03 ‐3.87

26 ‐0.13 0.27 0.87 ‐1.40 ‐0.08 0.30 1.50 ‐2.32

27 ‐0.12 0.21 0.77 ‐1.13 ‐0.15 0.22 1.01 ‐1.63

28 ‐0.15 0.14 0.53 ‐0.84 ‐0.21 0.15 0.70 ‐1.18

29 ‐0.12 0.12 0.46 ‐0.76 ‐0.16 0.13 0.56 ‐1.02

30 ‐0.07 0.11 0.45 ‐0.65 ‐0.09 0.12 0.53 ‐0.68

31 ‐0.02 0.10 0.47 ‐0.53 ‐0.02 0.11 0.52 ‐0.56

32 ‐0.05 0.09 0.60 ‐0.45 ‐0.10 0.09 0.38 ‐0.53

33 ‐0.42 0.50 2.33 ‐2.46 ‐0.36 0.77 3.49 ‐4.34

34 ‐0.39 0.21 0.56 ‐1.73 ‐0.43 0.25 1.34 ‐2.30

35 ‐0.24 0.15 0.45 ‐1.04 ‐0.15 0.20 0.93 ‐1.38

36 ‐0.16 0.13 0.42 ‐0.84 ‐0.34 0.15 0.46 ‐1.52

37 ‐0.19 0.11 0.36 ‐0.89 ‐0.18 0.14 0.65 ‐1.19

38 ‐0.19 0.11 0.31 ‐0.84 ‐0.19 0.12 0.35 ‐0.89

39 ‐0.16 0.09 0.23 ‐0.68 ‐0.15 0.09 0.29 ‐0.66

40 ‐0.07 0.05 0.13 ‐0.39 ‐0.06 0.06 0.23 ‐0.37

41 ‐0.47 0.44 1.85 ‐2.41 ‐0.48 0.77 3.52 ‐4.38

42 ‐0.23 0.19 0.52 ‐1.40 ‐0.25 0.28 1.27 ‐2.34

43 ‐0.18 0.16 0.54 ‐1.03 ‐0.21 0.22 0.94 ‐1.54

44 ‐0.22 0.13 0.36 ‐0.83 ‐0.26 0.16 0.53 ‐1.22

45 ‐0.25 0.12 0.27 ‐0.91 ‐0.21 0.13 0.50 ‐1.08

46 ‐0.17 0.09 0.24 ‐0.69 0.00 0.00 0.00 0.00

47 ‐0.03 0.08 0.36 ‐0.45 ‐0.03 0.11 0.52 ‐0.61

48 ‐0.08 0.08 0.36 ‐0.48 ‐0.07 0.09 0.48 ‐0.51

49 ‐0.65 0.41 1.33 ‐2.48 ‐0.62 0.80 3.20 ‐4.44

50 ‐0.38 0.18 0.34 ‐1.44 ‐0.44 0.25 1.16 ‐2.16

51 ‐0.20 0.14 0.43 ‐0.96 ‐0.25 0.18 0.68 ‐1.27

52 ‐0.26 0.11 0.21 ‐0.87 ‐0.25 0.15 0.51 ‐1.10

53 ‐0.14 0.11 0.34 ‐0.67 ‐0.16 0.14 0.65 ‐1.00

54 ‐0.15 0.10 0.36 ‐0.68 ‐0.20 0.12 0.40 ‐0.95

55 ‐0.08 0.08 0.27 ‐0.56 ‐0.16 0.09 0.20 ‐0.63

56 ‐0.02 0.05 0.19 ‐0.27 ‐0.04 0.05 0.22 ‐0.31

57 ‐0.63 0.34 1.17 ‐2.39 ‐0.57 0.75 3.16 ‐4.19

58 ‐0.23 0.19 0.43 ‐1.22 ‐0.24 0.31 1.12 ‐2.15

59 ‐0.20 0.15 0.45 ‐1.06 ‐0.21 0.22 0.98 ‐1.41

60 ‐0.16 0.12 0.37 ‐0.87 ‐0.24 0.15 0.52 ‐1.17

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.02 0.09 0.43 ‐0.45 ‐0.13 0.11 0.39 ‐0.76

63 0.03 0.09 0.48 ‐0.42 ‐0.02 0.11 0.59 ‐0.59

64 ‐0.03 0.07 0.35 ‐0.35 ‐0.10 0.08 0.49 ‐0.56

Table A23 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 220o

Tap 

No #

Array C Array D

Page 61 of 225



Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.50 0.40 2.51 ‐3.61 ‐0.20 0.47 3.19 ‐3.54

2 ‐0.60 0.35 0.84 ‐3.86 ‐0.32 0.24 1.56 ‐2.79

3 ‐0.52 0.49 1.52 ‐3.53 ‐0.16 0.40 3.40 ‐2.96

4 ‐0.51 0.46 1.80 ‐3.21 ‐0.13 0.43 2.83 ‐2.64

5 ‐0.44 0.47 1.94 ‐3.28 ‐0.14 0.42 2.70 ‐2.52

6 ‐0.56 0.48 1.98 ‐3.31 ‐0.25 0.40 2.36 ‐2.49

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.22 0.22 1.26 ‐1.83 ‐0.12 0.19 1.26 ‐1.26

9 ‐0.59 0.72 3.07 ‐3.62 ‐0.12 0.73 3.81 ‐3.16

10 ‐0.06 0.29 1.30 ‐1.91 0.04 0.29 1.58 ‐1.47

11 ‐0.10 0.26 1.41 ‐1.17 0.01 0.27 1.52 ‐0.90

12 ‐0.15 0.17 0.89 ‐1.07 ‐0.16 0.17 0.85 ‐0.98

13 ‐0.11 0.15 0.81 ‐1.08 ‐0.15 0.14 0.68 ‐0.92

14 ‐0.01 0.16 0.85 ‐0.95 ‐0.09 0.14 0.62 ‐0.81

15 0.19 0.21 1.22 ‐0.80 0.14 0.20 1.06 ‐0.71

16 0.06 0.16 1.12 ‐0.69 ‐0.05 0.13 0.87 ‐0.65

17 ‐0.65 0.56 2.58 ‐3.42 ‐0.24 0.63 2.93 ‐3.81

18 ‐0.39 0.23 0.82 ‐1.83 0.00 0.00 0.00 0.00

19 ‐0.14 0.17 0.72 ‐0.92 ‐0.24 0.16 0.62 ‐1.04

20 ‐0.10 0.14 0.69 ‐0.73 ‐0.22 0.14 0.58 ‐0.89

21 ‐0.09 0.14 0.77 ‐0.70 ‐0.18 0.13 0.56 ‐0.85

22 ‐0.14 0.12 0.67 ‐0.82 ‐0.25 0.13 0.33 ‐0.85

23 ‐0.12 0.12 0.57 ‐0.89 ‐0.24 0.11 0.17 ‐0.86

24 0.02 0.08 0.43 ‐0.38 ‐0.10 0.06 0.19 ‐0.49

25 ‐0.51 0.42 1.88 ‐2.81 ‐0.44 0.68 2.75 ‐3.72

26 ‐0.08 0.29 1.19 ‐1.62 ‐0.05 0.29 1.31 ‐1.73

27 ‐0.09 0.21 0.90 ‐1.09 ‐0.14 0.21 0.95 ‐1.26

28 ‐0.12 0.14 0.59 ‐0.82 ‐0.18 0.15 0.64 ‐0.88

29 ‐0.10 0.12 0.49 ‐0.63 ‐0.13 0.13 0.52 ‐0.76

30 ‐0.05 0.11 0.52 ‐0.58 ‐0.06 0.11 0.54 ‐0.62

31 ‐0.01 0.11 0.54 ‐0.61 0.01 0.12 0.73 ‐0.60

32 ‐0.05 0.10 0.54 ‐0.49 ‐0.09 0.09 0.51 ‐0.56

33 ‐0.44 0.44 2.13 ‐2.82 ‐0.36 0.61 2.78 ‐3.75

34 ‐0.44 0.21 0.78 ‐1.68 ‐0.44 0.23 1.13 ‐1.96

35 ‐0.25 0.14 0.52 ‐1.14 ‐0.15 0.19 0.79 ‐1.13

36 ‐0.15 0.12 0.51 ‐0.81 ‐0.33 0.14 0.33 ‐1.08

37 ‐0.18 0.11 0.43 ‐0.74 ‐0.16 0.13 0.47 ‐0.80

38 ‐0.19 0.10 0.27 ‐0.75 ‐0.17 0.11 0.37 ‐0.79

39 ‐0.20 0.10 0.16 ‐0.74 ‐0.15 0.09 0.32 ‐0.75

40 ‐0.09 0.06 0.19 ‐0.49 ‐0.06 0.06 0.26 ‐0.39

41 ‐0.44 0.41 1.96 ‐2.34 ‐0.42 0.64 2.91 ‐3.53

42 ‐0.22 0.19 0.61 ‐1.31 ‐0.23 0.26 1.37 ‐1.82

43 ‐0.18 0.17 0.65 ‐1.17 ‐0.22 0.21 0.76 ‐1.29

44 ‐0.23 0.12 0.35 ‐1.00 ‐0.25 0.15 0.56 ‐1.18

45 ‐0.27 0.12 0.26 ‐1.08 ‐0.20 0.12 0.40 ‐0.84

46 ‐0.17 0.09 0.27 ‐0.77 0.00 0.00 0.00 0.00

47 ‐0.02 0.10 0.61 ‐0.53 ‐0.04 0.11 0.60 ‐0.67

48 ‐0.09 0.09 0.43 ‐0.47 ‐0.08 0.08 0.43 ‐0.58

49 ‐0.59 0.38 1.72 ‐2.65 ‐0.54 0.66 2.47 ‐3.96

50 ‐0.41 0.18 0.51 ‐1.52 ‐0.44 0.23 1.13 ‐2.08

51 ‐0.21 0.13 0.52 ‐0.93 ‐0.25 0.17 0.56 ‐1.22

52 ‐0.25 0.11 0.26 ‐1.06 ‐0.24 0.14 0.53 ‐1.00

53 ‐0.12 0.11 0.41 ‐0.84 ‐0.14 0.13 0.56 ‐0.80

54 ‐0.15 0.10 0.35 ‐0.80 ‐0.18 0.11 0.39 ‐0.74

55 ‐0.09 0.08 0.30 ‐0.57 ‐0.17 0.09 0.27 ‐0.62

56 ‐0.02 0.05 0.19 ‐0.25 ‐0.04 0.05 0.29 ‐0.43

57 ‐0.58 0.32 1.36 ‐2.18 ‐0.47 0.61 2.70 ‐3.23

58 ‐0.20 0.20 0.51 ‐1.22 ‐0.18 0.29 1.20 ‐1.76

59 ‐0.19 0.16 0.49 ‐1.00 ‐0.18 0.20 0.76 ‐1.33

60 ‐0.14 0.12 0.49 ‐0.74 ‐0.23 0.14 0.42 ‐0.96

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.05 0.09 0.53 ‐0.59 ‐0.12 0.10 0.42 ‐0.66

63 0.04 0.10 0.56 ‐0.55 ‐0.02 0.11 0.56 ‐0.51

64 ‐0.03 0.07 0.47 ‐0.39 ‐0.10 0.08 0.40 ‐0.47

Table A24 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 230o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.45 0.29 1.57 ‐3.69 ‐0.23 0.36 2.31 ‐3.95

2 ‐0.69 0.42 1.16 ‐3.64 ‐0.35 0.29 2.28 ‐2.88

3 ‐0.56 0.52 2.38 ‐3.37 ‐0.20 0.45 3.77 ‐2.79

4 ‐0.53 0.48 1.95 ‐3.05 ‐0.17 0.45 3.22 ‐2.78

5 ‐0.45 0.50 1.89 ‐2.93 ‐0.17 0.44 2.90 ‐2.46

6 ‐0.55 0.50 3.16 ‐3.31 ‐0.25 0.42 2.87 ‐2.64

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.24 0.24 1.33 ‐2.04 ‐0.13 0.20 1.59 ‐1.33

9 ‐0.46 0.63 2.59 ‐3.10 ‐0.19 0.56 3.35 ‐3.31

10 0.00 0.28 1.38 ‐1.27 0.05 0.27 1.46 ‐1.62

11 ‐0.10 0.24 1.18 ‐0.98 ‐0.02 0.23 1.36 ‐1.09

12 ‐0.13 0.17 0.60 ‐1.06 ‐0.15 0.16 0.60 ‐1.01

13 ‐0.10 0.16 0.64 ‐0.92 ‐0.13 0.14 0.60 ‐0.97

14 0.02 0.17 0.73 ‐0.92 ‐0.06 0.14 0.59 ‐0.95

15 0.19 0.22 1.24 ‐0.94 0.12 0.20 1.04 ‐0.71

16 0.06 0.16 1.00 ‐0.85 ‐0.07 0.12 0.64 ‐0.67

17 ‐0.56 0.50 2.26 ‐2.89 ‐0.25 0.46 2.27 ‐3.45

18 ‐0.37 0.20 0.54 ‐1.67 0.00 0.00 0.00 0.00

19 ‐0.13 0.15 0.60 ‐0.81 ‐0.23 0.14 0.47 ‐1.02

20 ‐0.08 0.14 0.59 ‐0.68 ‐0.21 0.13 0.39 ‐0.89

21 ‐0.08 0.13 0.53 ‐0.73 ‐0.17 0.12 0.41 ‐0.88

22 ‐0.15 0.12 0.40 ‐0.72 ‐0.24 0.12 0.28 ‐0.86

23 ‐0.19 0.12 0.39 ‐0.93 ‐0.25 0.11 0.18 ‐0.87

24 0.00 0.08 0.50 ‐0.65 ‐0.10 0.07 0.19 ‐0.92

25 ‐0.46 0.39 1.68 ‐2.21 ‐0.39 0.52 2.46 ‐3.46

26 ‐0.05 0.30 1.17 ‐1.37 ‐0.03 0.28 1.30 ‐1.57

27 ‐0.07 0.21 0.99 ‐1.03 ‐0.12 0.19 0.89 ‐1.18

28 ‐0.09 0.13 0.51 ‐0.80 ‐0.15 0.13 0.50 ‐0.83

29 ‐0.08 0.12 0.50 ‐0.68 ‐0.11 0.11 0.44 ‐0.71

30 ‐0.03 0.11 0.51 ‐0.60 ‐0.03 0.11 0.42 ‐0.59

31 0.01 0.13 0.64 ‐0.52 0.04 0.14 0.90 ‐0.52

32 ‐0.05 0.10 0.66 ‐0.51 ‐0.09 0.09 0.52 ‐0.68

33 ‐0.43 0.37 2.15 ‐2.19 ‐0.34 0.46 2.17 ‐2.96

34 ‐0.46 0.20 0.47 ‐1.55 ‐0.42 0.20 0.84 ‐1.69

35 ‐0.25 0.14 0.33 ‐1.09 ‐0.14 0.16 0.67 ‐0.94

36 ‐0.14 0.12 0.40 ‐0.83 ‐0.29 0.13 0.31 ‐1.06

37 ‐0.16 0.11 0.30 ‐0.73 ‐0.13 0.12 0.48 ‐0.82

38 ‐0.18 0.10 0.30 ‐0.72 ‐0.15 0.10 0.42 ‐0.75

39 ‐0.24 0.10 0.19 ‐0.79 ‐0.15 0.09 0.24 ‐0.65

40 ‐0.10 0.06 0.18 ‐0.45 ‐0.06 0.06 0.31 ‐0.43

41 ‐0.41 0.34 1.76 ‐2.09 ‐0.32 0.47 2.39 ‐3.08

42 ‐0.23 0.21 0.64 ‐1.30 ‐0.17 0.23 0.95 ‐1.61

43 ‐0.19 0.17 0.56 ‐0.97 ‐0.19 0.18 0.75 ‐1.18

44 ‐0.23 0.11 0.25 ‐0.88 ‐0.22 0.12 0.38 ‐0.97

45 ‐0.29 0.11 0.13 ‐1.06 ‐0.19 0.11 0.34 ‐0.82

46 ‐0.16 0.09 0.21 ‐0.66 0.00 0.00 0.00 0.00

47 ‐0.02 0.11 0.56 ‐0.51 ‐0.03 0.11 0.80 ‐0.57

48 ‐0.11 0.09 0.45 ‐0.55 ‐0.09 0.08 0.40 ‐0.46

49 ‐0.52 0.32 1.29 ‐2.45 ‐0.39 0.47 2.33 ‐3.96

50 ‐0.43 0.17 0.37 ‐1.36 ‐0.40 0.18 0.75 ‐1.62

51 ‐0.19 0.13 0.41 ‐0.91 ‐0.23 0.14 0.46 ‐0.96

52 ‐0.24 0.11 0.20 ‐0.82 ‐0.22 0.12 0.35 ‐0.91

53 ‐0.10 0.11 0.41 ‐0.63 ‐0.11 0.11 0.45 ‐0.67

54 ‐0.14 0.10 0.36 ‐0.68 ‐0.15 0.10 0.36 ‐0.80

55 ‐0.11 0.08 0.32 ‐0.61 ‐0.16 0.08 0.25 ‐0.71

56 ‐0.02 0.05 0.25 ‐0.29 ‐0.03 0.05 0.24 ‐0.33

57 ‐0.49 0.28 1.00 ‐1.97 ‐0.30 0.43 2.21 ‐2.73

58 ‐0.17 0.22 0.56 ‐1.19 ‐0.09 0.23 1.10 ‐1.45

59 ‐0.17 0.16 0.50 ‐0.94 ‐0.14 0.16 0.71 ‐0.91

60 ‐0.12 0.11 0.29 ‐0.73 ‐0.20 0.11 0.43 ‐0.92

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.08 0.09 0.49 ‐0.43 ‐0.11 0.09 0.28 ‐0.62

63 0.04 0.11 0.56 ‐0.43 ‐0.03 0.11 0.53 ‐0.58

64 ‐0.03 0.07 0.50 ‐0.44 ‐0.11 0.07 0.49 ‐0.60

Table A25 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 240o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.39 0.26 1.13 ‐2.55 ‐0.16 0.25 1.70 ‐3.59

2 ‐0.73 0.48 1.95 ‐3.83 ‐0.30 0.37 2.89 ‐2.34

3 ‐0.58 0.56 2.86 ‐3.88 ‐0.21 0.48 3.87 ‐2.49

4 ‐0.53 0.51 2.64 ‐3.20 ‐0.17 0.47 3.20 ‐2.56

5 ‐0.45 0.53 2.67 ‐3.13 ‐0.16 0.47 3.17 ‐2.31

6 ‐0.50 0.53 2.67 ‐3.16 ‐0.23 0.44 3.07 ‐2.12

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.24 0.26 1.35 ‐2.05 ‐0.12 0.20 1.50 ‐1.08

9 ‐0.32 0.51 2.27 ‐3.06 ‐0.09 0.43 2.39 ‐2.97

10 0.04 0.28 1.39 ‐1.11 0.10 0.27 1.52 ‐1.12

11 ‐0.07 0.23 1.21 ‐1.09 ‐0.02 0.20 1.17 ‐0.90

12 ‐0.11 0.17 0.70 ‐0.98 ‐0.12 0.15 0.67 ‐1.03

13 ‐0.09 0.17 0.71 ‐1.16 ‐0.10 0.15 0.65 ‐0.80

14 0.03 0.18 0.79 ‐0.97 ‐0.02 0.15 0.66 ‐0.84

15 0.18 0.25 1.44 ‐1.02 0.13 0.23 1.44 ‐0.85

16 0.04 0.15 0.92 ‐1.19 ‐0.07 0.12 0.66 ‐0.88

17 ‐0.42 0.42 1.59 ‐2.97 ‐0.20 0.35 1.66 ‐2.81

18 ‐0.31 0.18 0.55 ‐1.63 0.00 0.00 0.00 0.00

19 ‐0.13 0.15 0.57 ‐1.08 ‐0.22 0.13 0.47 ‐0.92

20 ‐0.07 0.14 0.59 ‐0.81 ‐0.19 0.12 0.37 ‐1.06

21 ‐0.08 0.13 0.55 ‐0.83 ‐0.14 0.11 0.40 ‐0.87

22 ‐0.15 0.12 0.50 ‐0.78 ‐0.22 0.11 0.31 ‐0.90

23 ‐0.22 0.12 0.32 ‐0.95 ‐0.26 0.11 0.23 ‐1.02

24 ‐0.02 0.10 0.48 ‐0.98 ‐0.09 0.08 0.28 ‐0.92

25 ‐0.35 0.34 1.55 ‐2.09 ‐0.27 0.36 1.48 ‐2.68

26 ‐0.03 0.28 1.31 ‐1.48 0.02 0.25 1.39 ‐1.14

27 ‐0.07 0.18 0.98 ‐1.14 ‐0.08 0.16 0.75 ‐0.88

28 ‐0.07 0.13 0.50 ‐0.81 ‐0.10 0.11 0.54 ‐0.74

29 ‐0.06 0.11 0.42 ‐0.70 ‐0.07 0.10 0.40 ‐0.73

30 ‐0.02 0.11 0.49 ‐0.63 0.00 0.11 0.56 ‐0.68

31 0.01 0.14 0.75 ‐0.69 0.06 0.16 1.08 ‐0.67

32 ‐0.06 0.09 0.56 ‐0.79 ‐0.10 0.09 0.50 ‐0.86

33 ‐0.33 0.33 1.39 ‐2.09 ‐0.22 0.30 1.50 ‐2.49

34 ‐0.42 0.20 0.49 ‐1.62 ‐0.35 0.17 0.57 ‐1.42

35 ‐0.23 0.13 0.26 ‐1.05 ‐0.12 0.13 0.53 ‐0.92

36 ‐0.12 0.11 0.34 ‐0.82 ‐0.25 0.11 0.21 ‐0.94

37 ‐0.14 0.10 0.30 ‐0.78 ‐0.10 0.10 0.42 ‐0.74

38 ‐0.16 0.10 0.31 ‐0.70 ‐0.12 0.10 0.39 ‐0.75

39 ‐0.25 0.11 0.23 ‐0.77 ‐0.15 0.09 0.33 ‐0.73

40 ‐0.10 0.07 0.26 ‐0.76 ‐0.05 0.07 0.34 ‐0.60

41 ‐0.32 0.29 1.23 ‐1.84 ‐0.19 0.29 1.46 ‐2.26

42 ‐0.20 0.21 0.78 ‐1.27 ‐0.14 0.19 0.88 ‐1.05

43 ‐0.18 0.15 0.66 ‐1.24 ‐0.18 0.13 0.47 ‐0.99

44 ‐0.21 0.11 0.21 ‐0.88 ‐0.21 0.10 0.27 ‐0.88

45 ‐0.29 0.11 0.10 ‐1.11 ‐0.17 0.09 0.25 ‐0.85

46 ‐0.15 0.09 0.19 ‐0.79 0.00 0.00 0.00 0.00

47 ‐0.02 0.13 0.80 ‐0.64 ‐0.03 0.13 0.82 ‐0.59

48 ‐0.12 0.08 0.35 ‐0.71 ‐0.10 0.08 0.36 ‐0.67

49 ‐0.41 0.27 0.92 ‐2.06 ‐0.23 0.29 1.09 ‐2.55

50 ‐0.39 0.17 0.25 ‐1.31 ‐0.32 0.15 0.57 ‐1.26

51 ‐0.16 0.14 0.45 ‐0.98 ‐0.21 0.11 0.35 ‐0.89

52 ‐0.21 0.10 0.22 ‐0.89 ‐0.21 0.10 0.28 ‐0.80

53 ‐0.08 0.10 0.34 ‐0.72 ‐0.09 0.09 0.39 ‐0.72

54 ‐0.12 0.10 0.29 ‐0.73 ‐0.14 0.09 0.33 ‐0.70

55 ‐0.12 0.09 0.30 ‐0.70 ‐0.16 0.08 0.22 ‐0.65

56 ‐0.01 0.06 0.28 ‐0.62 ‐0.03 0.06 0.28 ‐0.56

57 ‐0.36 0.25 0.92 ‐1.71 ‐0.20 0.28 1.18 ‐2.05

58 ‐0.14 0.22 0.89 ‐1.10 ‐0.07 0.18 0.81 ‐1.44

59 ‐0.14 0.16 0.59 ‐0.97 ‐0.13 0.12 0.45 ‐0.90

60 ‐0.09 0.11 0.39 ‐0.89 ‐0.17 0.09 0.28 ‐0.82

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.11 0.09 0.49 ‐0.47 ‐0.10 0.07 0.25 ‐0.61

63 0.03 0.13 0.86 ‐0.56 ‐0.03 0.11 0.68 ‐0.52

64 ‐0.03 0.07 0.41 ‐0.60 ‐0.12 0.07 0.26 ‐0.68

Table A26 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 250o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.32 0.24 0.71 ‐1.87 ‐0.16 0.22 1.15 ‐2.61

2 ‐0.73 0.51 1.95 ‐3.98 ‐0.30 0.41 2.71 ‐2.27

3 ‐0.57 0.53 2.65 ‐3.59 ‐0.19 0.50 3.48 ‐2.38

4 ‐0.50 0.50 2.77 ‐3.38 ‐0.13 0.49 3.49 ‐2.61

5 ‐0.42 0.54 2.41 ‐2.95 ‐0.13 0.49 3.27 ‐2.53

6 ‐0.44 0.55 2.67 ‐3.01 ‐0.19 0.45 2.90 ‐2.43

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.22 0.26 1.57 ‐1.70 ‐0.14 0.20 2.03 ‐1.26

9 ‐0.19 0.39 1.44 ‐2.85 ‐0.04 0.30 1.82 ‐2.15

10 0.09 0.27 1.48 ‐0.90 0.15 0.26 1.47 ‐0.75

11 ‐0.01 0.22 1.11 ‐0.99 ‐0.01 0.17 0.99 ‐0.74

12 ‐0.08 0.17 0.80 ‐1.04 ‐0.12 0.15 0.63 ‐0.88

13 ‐0.07 0.17 0.77 ‐0.96 ‐0.10 0.14 0.64 ‐0.83

14 0.04 0.19 0.94 ‐0.86 ‐0.02 0.15 0.71 ‐0.73

15 0.17 0.27 1.58 ‐0.75 0.11 0.24 1.66 ‐0.80

16 0.02 0.15 0.81 ‐1.37 ‐0.08 0.13 0.55 ‐1.32

17 ‐0.27 0.31 1.06 ‐2.21 ‐0.13 0.24 1.26 ‐2.05

18 ‐0.23 0.16 0.59 ‐1.48 0.00 0.00 0.00 0.00

19 ‐0.12 0.14 0.72 ‐0.82 ‐0.22 0.12 0.34 ‐0.85

20 ‐0.05 0.13 0.63 ‐0.85 ‐0.19 0.11 0.29 ‐0.84

21 ‐0.07 0.13 0.64 ‐0.74 ‐0.13 0.11 0.40 ‐0.73

22 ‐0.12 0.12 0.54 ‐0.74 ‐0.20 0.12 0.36 ‐0.86

23 ‐0.23 0.12 0.37 ‐0.93 ‐0.24 0.12 0.27 ‐1.01

24 ‐0.06 0.13 0.47 ‐1.24 ‐0.11 0.11 0.37 ‐1.22

25 ‐0.25 0.25 0.96 ‐2.15 ‐0.17 0.22 1.02 ‐2.02

26 ‐0.02 0.22 1.05 ‐1.30 ‐0.01 0.19 1.12 ‐0.91

27 ‐0.06 0.14 0.73 ‐0.92 ‐0.07 0.12 0.57 ‐0.74

28 ‐0.06 0.11 0.53 ‐0.73 ‐0.07 0.10 0.41 ‐0.60

29 ‐0.05 0.11 0.62 ‐0.64 ‐0.05 0.10 0.37 ‐0.59

30 ‐0.03 0.11 0.54 ‐0.57 0.02 0.11 0.58 ‐0.51

31 0.00 0.15 0.88 ‐0.71 0.04 0.16 1.06 ‐0.58

32 ‐0.07 0.10 0.39 ‐0.98 ‐0.12 0.10 0.38 ‐1.19

33 ‐0.20 0.25 1.04 ‐1.85 ‐0.14 0.19 1.10 ‐1.59

34 ‐0.32 0.18 0.45 ‐1.67 ‐0.25 0.15 0.45 ‐1.20

35 ‐0.22 0.12 0.31 ‐0.96 ‐0.11 0.11 0.46 ‐0.69

36 ‐0.09 0.10 0.36 ‐0.77 ‐0.22 0.10 0.23 ‐0.94

37 ‐0.12 0.10 0.32 ‐0.72 ‐0.09 0.09 0.34 ‐0.60

38 ‐0.13 0.10 0.38 ‐0.70 ‐0.10 0.10 0.43 ‐0.62

39 ‐0.23 0.11 0.26 ‐0.81 ‐0.15 0.10 0.34 ‐0.71

40 ‐0.11 0.09 0.23 ‐0.92 ‐0.07 0.09 0.33 ‐0.85

41 ‐0.22 0.23 0.79 ‐1.73 ‐0.14 0.18 0.79 ‐1.87

42 ‐0.17 0.19 0.96 ‐1.35 ‐0.14 0.15 0.71 ‐1.02

43 ‐0.16 0.12 0.45 ‐0.99 ‐0.18 0.10 0.37 ‐0.99

44 ‐0.19 0.10 0.22 ‐0.79 ‐0.20 0.09 0.19 ‐0.79

45 ‐0.28 0.11 0.11 ‐0.96 ‐0.16 0.08 0.17 ‐0.66

46 ‐0.14 0.09 0.19 ‐0.68 0.00 0.00 0.00 0.00

47 ‐0.04 0.15 0.79 ‐0.67 ‐0.03 0.15 1.10 ‐0.63

48 ‐0.14 0.09 0.29 ‐0.88 ‐0.13 0.08 0.34 ‐0.90

49 ‐0.26 0.24 0.74 ‐1.72 ‐0.13 0.19 0.80 ‐1.90

50 ‐0.28 0.18 0.32 ‐1.45 ‐0.23 0.13 0.38 ‐1.22

51 ‐0.13 0.12 0.46 ‐0.84 ‐0.19 0.10 0.25 ‐0.80

52 ‐0.19 0.09 0.19 ‐0.84 ‐0.20 0.09 0.15 ‐0.72

53 ‐0.05 0.10 0.42 ‐0.61 ‐0.08 0.09 0.32 ‐0.61

54 ‐0.10 0.10 0.38 ‐0.61 ‐0.13 0.09 0.30 ‐0.61

55 ‐0.13 0.10 0.31 ‐0.66 ‐0.16 0.09 0.25 ‐0.74

56 ‐0.03 0.09 0.29 ‐0.80 ‐0.03 0.09 0.42 ‐0.90

57 ‐0.24 0.20 0.63 ‐1.55 ‐0.15 0.18 0.80 ‐1.84

58 ‐0.13 0.19 0.90 ‐1.06 ‐0.07 0.14 0.77 ‐1.02

59 ‐0.12 0.13 0.61 ‐0.82 ‐0.12 0.10 0.39 ‐0.79

60 ‐0.07 0.10 0.36 ‐0.70 ‐0.16 0.08 0.20 ‐0.71

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.12 0.09 0.48 ‐0.45 ‐0.11 0.08 0.24 ‐0.56

63 0.01 0.14 0.75 ‐0.60 ‐0.05 0.14 0.81 ‐0.62

64 ‐0.04 0.08 0.36 ‐0.78 ‐0.14 0.08 0.19 ‐0.86

Table A27 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 260o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.29 0.24 1.15 ‐2.02 ‐0.14 0.21 1.29 ‐1.58

2 ‐0.71 0.53 2.51 ‐4.52 ‐0.29 0.42 3.30 ‐2.43

3 ‐0.59 0.53 2.36 ‐3.59 ‐0.18 0.48 3.36 ‐2.42

4 ‐0.50 0.52 2.12 ‐3.31 ‐0.10 0.49 3.33 ‐2.40

5 ‐0.42 0.56 2.92 ‐3.33 ‐0.11 0.49 3.02 ‐2.00

6 ‐0.40 0.57 3.08 ‐3.46 ‐0.15 0.46 3.04 ‐2.08

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.21 0.23 1.56 ‐1.64 ‐0.16 0.22 2.19 ‐1.60

9 ‐0.09 0.26 1.33 ‐3.06 0.00 0.19 1.12 ‐1.86

10 0.13 0.26 1.51 ‐0.92 0.18 0.26 1.67 ‐0.70

11 0.02 0.22 1.09 ‐1.13 0.00 0.16 1.02 ‐0.74

12 ‐0.08 0.17 0.72 ‐1.03 ‐0.11 0.14 0.75 ‐0.89

13 ‐0.08 0.17 0.81 ‐1.05 ‐0.09 0.14 0.72 ‐0.86

14 0.02 0.19 0.88 ‐0.78 ‐0.01 0.16 0.73 ‐0.77

15 0.11 0.26 1.52 ‐0.72 0.14 0.26 1.69 ‐0.73

16 ‐0.02 0.20 0.74 ‐1.86 ‐0.10 0.19 1.13 ‐2.25

17 ‐0.15 0.21 0.79 ‐2.01 ‐0.07 0.16 0.72 ‐1.30

18 ‐0.18 0.15 0.58 ‐1.05 0.00 0.00 0.00 0.00

19 ‐0.12 0.13 0.61 ‐0.81 ‐0.21 0.11 0.35 ‐0.76

20 ‐0.05 0.12 0.54 ‐0.74 ‐0.18 0.10 0.35 ‐0.78

21 ‐0.07 0.13 0.57 ‐0.81 ‐0.12 0.11 0.43 ‐0.74

22 ‐0.09 0.13 0.56 ‐0.73 ‐0.18 0.12 0.41 ‐0.81

23 ‐0.24 0.14 0.39 ‐1.19 ‐0.24 0.13 0.35 ‐1.01

24 ‐0.14 0.18 0.63 ‐1.63 ‐0.16 0.18 0.62 ‐1.84

25 ‐0.18 0.17 0.58 ‐1.59 ‐0.13 0.14 0.43 ‐1.66

26 0.00 0.17 1.05 ‐1.16 ‐0.02 0.16 0.97 ‐0.71

27 ‐0.06 0.12 0.62 ‐0.66 ‐0.07 0.11 0.47 ‐0.62

28 ‐0.06 0.11 0.46 ‐0.66 ‐0.05 0.10 0.44 ‐0.58

29 ‐0.05 0.11 0.52 ‐0.63 ‐0.04 0.10 0.46 ‐0.57

30 ‐0.05 0.11 0.50 ‐0.72 0.01 0.12 0.60 ‐0.68

31 ‐0.02 0.16 1.07 ‐1.08 0.02 0.16 0.91 ‐0.83

32 ‐0.11 0.16 0.57 ‐1.67 ‐0.16 0.15 0.38 ‐1.51

33 ‐0.08 0.17 0.66 ‐1.53 ‐0.09 0.13 0.52 ‐1.28

34 ‐0.25 0.14 0.45 ‐1.51 ‐0.19 0.12 0.37 ‐1.12

35 ‐0.22 0.11 0.28 ‐0.88 ‐0.12 0.10 0.45 ‐0.64

36 ‐0.09 0.10 0.34 ‐0.64 ‐0.18 0.10 0.24 ‐0.82

37 ‐0.11 0.09 0.33 ‐0.60 ‐0.08 0.09 0.39 ‐0.61

38 ‐0.11 0.10 0.34 ‐0.70 ‐0.07 0.11 0.47 ‐0.65

39 ‐0.22 0.13 0.38 ‐1.18 ‐0.14 0.12 0.39 ‐1.03

40 ‐0.17 0.15 0.44 ‐1.28 ‐0.12 0.14 0.41 ‐1.24

41 ‐0.13 0.15 0.54 ‐1.48 ‐0.13 0.12 0.44 ‐1.25

42 ‐0.11 0.16 0.93 ‐1.14 ‐0.12 0.14 0.71 ‐0.89

43 ‐0.14 0.10 0.31 ‐0.84 ‐0.18 0.10 0.31 ‐0.67

44 ‐0.17 0.09 0.18 ‐0.70 ‐0.19 0.08 0.16 ‐0.72

45 ‐0.28 0.11 0.11 ‐0.97 ‐0.17 0.08 0.15 ‐0.71

46 ‐0.14 0.09 0.31 ‐0.77 0.00 0.00 0.00 0.00

47 ‐0.08 0.16 0.78 ‐1.01 ‐0.08 0.15 0.83 ‐0.82

48 ‐0.19 0.14 0.34 ‐1.31 ‐0.17 0.13 0.37 ‐1.38

49 ‐0.12 0.16 0.58 ‐1.47 ‐0.10 0.12 0.40 ‐1.32

50 ‐0.17 0.14 0.33 ‐1.32 ‐0.18 0.11 0.39 ‐0.96

51 ‐0.12 0.10 0.40 ‐0.69 ‐0.19 0.09 0.22 ‐0.78

52 ‐0.17 0.09 0.22 ‐0.66 ‐0.20 0.08 0.16 ‐0.70

53 ‐0.05 0.09 0.37 ‐0.53 ‐0.08 0.09 0.38 ‐0.65

54 ‐0.09 0.10 0.37 ‐0.59 ‐0.13 0.09 0.33 ‐0.71

55 ‐0.15 0.13 0.31 ‐1.09 ‐0.15 0.12 0.32 ‐1.07

56 ‐0.10 0.15 0.47 ‐1.21 ‐0.06 0.15 0.50 ‐1.21

57 ‐0.15 0.13 0.49 ‐1.24 ‐0.14 0.12 0.40 ‐1.23

58 ‐0.09 0.15 0.77 ‐0.90 ‐0.06 0.11 0.54 ‐0.84

59 ‐0.09 0.10 0.37 ‐0.73 ‐0.11 0.09 0.38 ‐0.67

60 ‐0.05 0.09 0.30 ‐0.50 ‐0.16 0.08 0.25 ‐0.69

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.09 0.10 0.60 ‐0.52 ‐0.14 0.09 0.25 ‐0.70

63 ‐0.05 0.15 0.73 ‐0.96 ‐0.11 0.14 0.72 ‐1.00

64 ‐0.09 0.13 0.41 ‐1.19 ‐0.18 0.11 0.26 ‐1.09

Table A28 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 270o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.24 0.26 1.92 ‐1.96 ‐0.09 0.23 1.74 ‐1.18

2 ‐0.67 0.52 3.11 ‐3.65 ‐0.25 0.42 2.71 ‐2.69

3 ‐0.61 0.53 2.92 ‐3.92 ‐0.15 0.46 3.21 ‐2.34

4 ‐0.52 0.52 2.80 ‐3.72 ‐0.10 0.47 3.45 ‐2.19

5 ‐0.42 0.56 2.94 ‐3.18 ‐0.09 0.47 3.73 ‐2.24

6 ‐0.37 0.59 3.20 ‐3.21 ‐0.10 0.45 3.45 ‐2.08

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.23 0.23 1.18 ‐1.76 ‐0.22 0.21 1.46 ‐2.23

9 ‐0.03 0.20 0.73 ‐1.70 0.01 0.13 0.56 ‐1.37

10 0.16 0.26 1.55 ‐1.02 0.22 0.28 1.86 ‐0.67

11 0.04 0.21 1.00 ‐1.08 ‐0.01 0.15 0.68 ‐0.82

12 ‐0.12 0.16 0.66 ‐1.04 ‐0.11 0.14 0.59 ‐0.93

13 ‐0.09 0.18 0.81 ‐1.02 ‐0.11 0.14 0.71 ‐0.97

14 ‐0.04 0.19 0.84 ‐0.87 ‐0.05 0.17 0.89 ‐0.95

15 0.03 0.25 1.41 ‐0.97 0.14 0.26 1.47 ‐0.84

16 ‐0.14 0.33 1.63 ‐2.88 ‐0.15 0.28 1.49 ‐2.70

17 ‐0.07 0.14 0.61 ‐1.45 ‐0.04 0.11 0.45 ‐1.25

18 ‐0.15 0.13 0.53 ‐0.91 0.00 0.00 0.00 0.00

19 ‐0.17 0.13 0.46 ‐0.90 ‐0.23 0.11 0.31 ‐0.95

20 ‐0.12 0.12 0.52 ‐0.83 ‐0.20 0.10 0.27 ‐0.79

21 ‐0.07 0.13 0.62 ‐0.71 ‐0.13 0.11 0.47 ‐0.68

22 ‐0.11 0.14 0.56 ‐0.83 ‐0.16 0.12 0.49 ‐0.80

23 ‐0.28 0.16 0.36 ‐1.53 ‐0.28 0.14 0.41 ‐1.48

24 ‐0.25 0.27 0.85 ‐2.44 ‐0.24 0.28 0.98 ‐2.44

25 ‐0.12 0.12 0.35 ‐1.16 ‐0.12 0.10 0.34 ‐1.12

26 0.03 0.18 1.11 ‐0.64 0.02 0.17 0.96 ‐0.71

27 ‐0.03 0.11 0.48 ‐0.62 ‐0.06 0.11 0.45 ‐0.59

28 ‐0.08 0.10 0.36 ‐0.67 ‐0.06 0.10 0.45 ‐0.54

29 ‐0.07 0.11 0.47 ‐0.69 ‐0.07 0.10 0.42 ‐0.68

30 ‐0.06 0.13 0.69 ‐0.84 ‐0.01 0.14 0.82 ‐0.82

31 ‐0.04 0.22 1.25 ‐1.58 ‐0.01 0.20 1.26 ‐1.23

32 ‐0.20 0.27 1.04 ‐2.06 ‐0.25 0.23 1.00 ‐1.76

33 ‐0.09 0.10 0.30 ‐1.04 ‐0.06 0.09 0.33 ‐0.96

34 ‐0.22 0.11 0.23 ‐0.90 ‐0.18 0.10 0.27 ‐0.90

35 ‐0.21 0.10 0.24 ‐0.77 ‐0.12 0.10 0.39 ‐0.60

36 ‐0.15 0.09 0.29 ‐0.77 ‐0.16 0.09 0.26 ‐0.78

37 ‐0.15 0.10 0.33 ‐0.77 ‐0.10 0.10 0.38 ‐0.71

38 ‐0.12 0.12 0.48 ‐0.87 ‐0.07 0.12 0.65 ‐0.89

39 ‐0.25 0.17 0.41 ‐1.47 ‐0.21 0.16 0.51 ‐1.39

40 ‐0.27 0.23 0.75 ‐2.01 ‐0.20 0.22 1.17 ‐1.59

41 ‐0.10 0.10 0.44 ‐0.92 ‐0.12 0.09 0.31 ‐1.04

42 ‐0.04 0.16 0.90 ‐0.69 ‐0.07 0.16 0.92 ‐0.86

43 ‐0.19 0.09 0.15 ‐0.87 ‐0.17 0.09 0.29 ‐0.68

44 ‐0.21 0.09 0.15 ‐0.92 ‐0.21 0.08 0.19 ‐0.71

45 ‐0.31 0.11 0.06 ‐1.11 ‐0.21 0.09 0.27 ‐0.82

46 ‐0.22 0.11 0.35 ‐0.99 0.00 0.00 0.00 0.00

47 ‐0.14 0.19 1.10 ‐1.21 ‐0.11 0.19 1.02 ‐1.15

48 ‐0.27 0.22 0.64 ‐2.02 ‐0.28 0.20 0.83 ‐1.63

49 ‐0.05 0.10 0.31 ‐0.87 ‐0.08 0.08 0.27 ‐0.97

50 ‐0.17 0.10 0.27 ‐0.80 ‐0.17 0.09 0.25 ‐0.89

51 ‐0.12 0.10 0.32 ‐0.70 ‐0.22 0.09 0.22 ‐0.70

52 ‐0.13 0.09 0.29 ‐0.74 ‐0.22 0.08 0.16 ‐0.79

53 ‐0.08 0.10 0.35 ‐0.71 ‐0.13 0.09 0.36 ‐0.73

54 ‐0.11 0.12 0.47 ‐0.97 ‐0.13 0.11 0.53 ‐0.97

55 ‐0.24 0.18 0.40 ‐1.40 ‐0.22 0.16 0.48 ‐1.43

56 ‐0.24 0.24 0.84 ‐1.73 ‐0.15 0.24 1.26 ‐1.65

57 ‐0.08 0.10 0.27 ‐0.82 ‐0.12 0.09 0.25 ‐1.03

58 ‐0.02 0.14 0.80 ‐0.81 ‐0.05 0.11 0.61 ‐0.81

59 ‐0.07 0.09 0.29 ‐0.67 ‐0.13 0.08 0.21 ‐0.64

60 ‐0.09 0.09 0.28 ‐0.73 ‐0.18 0.08 0.18 ‐0.72

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.09 0.12 0.48 ‐0.89 ‐0.19 0.10 0.25 ‐1.02

63 ‐0.10 0.18 0.90 ‐1.00 ‐0.20 0.16 0.79 ‐1.30

64 ‐0.22 0.21 0.80 ‐1.60 ‐0.28 0.18 0.96 ‐1.64

Table A29 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 280o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.24 0.26 1.50 ‐2.08 ‐0.11 0.22 1.33 ‐1.24

2 ‐0.61 0.46 2.58 ‐3.39 ‐0.26 0.37 2.64 ‐2.19

3 ‐0.60 0.48 2.42 ‐3.29 ‐0.21 0.41 2.87 ‐2.22

4 ‐0.50 0.49 2.48 ‐3.20 ‐0.13 0.42 3.14 ‐2.02

5 ‐0.43 0.53 2.94 ‐2.97 ‐0.11 0.42 3.11 ‐1.86

6 ‐0.34 0.56 3.04 ‐3.05 ‐0.09 0.41 3.22 ‐1.77

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.27 0.24 1.06 ‐1.59 ‐0.24 0.22 1.83 ‐2.66

9 ‐0.02 0.16 0.75 ‐0.97 0.00 0.11 0.53 ‐0.82

10 0.17 0.24 1.39 ‐0.89 0.19 0.26 1.76 ‐0.64

11 0.00 0.18 0.71 ‐0.94 ‐0.04 0.14 0.63 ‐0.72

12 ‐0.16 0.15 0.62 ‐1.12 ‐0.13 0.13 0.53 ‐0.79

13 ‐0.14 0.17 0.73 ‐1.01 ‐0.14 0.14 0.59 ‐0.78

14 ‐0.09 0.19 1.06 ‐0.86 ‐0.05 0.20 1.08 ‐0.93

15 ‐0.04 0.24 1.10 ‐1.04 0.10 0.26 1.23 ‐0.81

16 ‐0.24 0.44 2.26 ‐2.79 ‐0.22 0.40 1.95 ‐2.59

17 ‐0.04 0.09 0.51 ‐0.81 ‐0.02 0.08 0.38 ‐0.58

18 ‐0.15 0.11 0.47 ‐0.73 0.00 0.00 0.00 0.00

19 ‐0.21 0.12 0.41 ‐0.85 ‐0.24 0.11 0.33 ‐0.83

20 ‐0.15 0.12 0.46 ‐0.93 ‐0.21 0.10 0.33 ‐0.77

21 ‐0.10 0.13 0.58 ‐0.77 ‐0.15 0.12 0.44 ‐0.68

22 ‐0.11 0.15 0.67 ‐0.89 ‐0.17 0.13 0.48 ‐0.76

23 ‐0.35 0.17 0.44 ‐1.62 ‐0.33 0.14 0.51 ‐1.29

24 ‐0.38 0.34 1.20 ‐2.37 ‐0.37 0.39 1.35 ‐2.61

25 ‐0.10 0.10 0.59 ‐0.80 ‐0.10 0.09 0.44 ‐0.75

26 0.11 0.21 1.35 ‐0.58 0.08 0.18 1.10 ‐0.62

27 ‐0.03 0.11 0.46 ‐0.56 ‐0.05 0.10 0.39 ‐0.68

28 ‐0.13 0.10 0.32 ‐0.96 ‐0.08 0.10 0.37 ‐0.63

29 ‐0.11 0.12 0.40 ‐1.02 ‐0.12 0.11 0.35 ‐0.63

30 ‐0.09 0.17 0.97 ‐1.18 ‐0.03 0.17 1.04 ‐0.79

31 ‐0.06 0.27 1.35 ‐1.53 ‐0.02 0.24 1.19 ‐1.30

32 ‐0.32 0.37 1.66 ‐2.08 ‐0.38 0.32 1.29 ‐1.93

33 ‐0.05 0.07 0.25 ‐0.64 ‐0.04 0.06 0.31 ‐0.61

34 ‐0.22 0.10 0.24 ‐0.67 ‐0.17 0.09 0.21 ‐0.64

35 ‐0.24 0.10 0.25 ‐0.76 ‐0.15 0.09 0.31 ‐0.64

36 ‐0.18 0.10 0.26 ‐1.06 ‐0.17 0.09 0.24 ‐0.75

37 ‐0.17 0.11 0.32 ‐1.18 ‐0.13 0.10 0.35 ‐0.67

38 ‐0.14 0.14 0.56 ‐1.05 ‐0.09 0.13 0.65 ‐0.76

39 ‐0.34 0.19 0.52 ‐1.55 ‐0.32 0.18 0.66 ‐1.54

40 ‐0.41 0.30 1.20 ‐1.91 ‐0.35 0.29 1.16 ‐1.75

41 ‐0.08 0.09 0.38 ‐0.71 ‐0.10 0.08 0.41 ‐0.56

42 0.00 0.16 0.99 ‐0.56 0.00 0.16 0.85 ‐0.65

43 ‐0.21 0.09 0.18 ‐0.78 ‐0.16 0.08 0.15 ‐0.72

44 ‐0.23 0.09 0.16 ‐1.15 ‐0.23 0.08 0.10 ‐0.73

45 ‐0.35 0.12 0.09 ‐1.24 ‐0.25 0.09 0.15 ‐0.75

46 ‐0.25 0.14 0.60 ‐1.14 0.00 0.00 0.00 0.00

47 ‐0.19 0.23 1.12 ‐1.37 ‐0.12 0.23 1.00 ‐1.18

48 ‐0.41 0.29 1.04 ‐1.99 ‐0.42 0.27 0.80 ‐1.74

49 0.00 0.07 0.31 ‐0.65 ‐0.06 0.05 0.20 ‐0.47

50 ‐0.16 0.09 0.26 ‐0.60 ‐0.17 0.08 0.18 ‐0.56

51 ‐0.15 0.09 0.28 ‐0.72 ‐0.24 0.08 0.10 ‐0.72

52 ‐0.15 0.10 0.31 ‐1.02 ‐0.25 0.09 0.16 ‐0.77

53 ‐0.12 0.11 0.42 ‐0.90 ‐0.17 0.10 0.35 ‐0.68

54 ‐0.15 0.14 0.49 ‐0.97 ‐0.17 0.12 0.46 ‐0.82

55 ‐0.37 0.19 0.50 ‐1.46 ‐0.33 0.17 0.56 ‐1.31

56 ‐0.41 0.27 0.97 ‐2.16 ‐0.34 0.30 1.02 ‐1.80

57 ‐0.06 0.07 0.27 ‐0.64 ‐0.11 0.06 0.15 ‐0.79

58 0.03 0.13 0.68 ‐0.55 ‐0.01 0.10 0.50 ‐0.52

59 ‐0.08 0.08 0.27 ‐0.61 ‐0.13 0.07 0.17 ‐0.58

60 ‐0.12 0.09 0.27 ‐0.74 ‐0.20 0.08 0.18 ‐0.71

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.14 0.15 0.68 ‐0.93 ‐0.25 0.12 0.27 ‐0.88

63 ‐0.15 0.20 0.86 ‐1.06 ‐0.27 0.16 0.62 ‐1.15

64 ‐0.38 0.26 0.93 ‐1.83 ‐0.44 0.25 0.77 ‐1.71

Table A30 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 290o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.19 0.25 1.30 ‐1.66 ‐0.09 0.21 1.26 ‐1.17

2 ‐0.53 0.41 2.13 ‐3.04 ‐0.23 0.34 2.25 ‐2.17

3 ‐0.59 0.44 2.60 ‐3.10 ‐0.24 0.38 2.67 ‐2.44

4 ‐0.50 0.45 2.56 ‐2.75 ‐0.17 0.39 2.69 ‐2.32

5 ‐0.46 0.49 2.31 ‐3.38 ‐0.16 0.37 3.35 ‐2.08

6 ‐0.35 0.52 2.64 ‐3.39 ‐0.10 0.38 3.01 ‐1.84

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.33 0.26 1.61 ‐1.81 ‐0.26 0.28 1.54 ‐3.54

9 ‐0.04 0.15 0.76 ‐0.83 0.00 0.11 0.63 ‐0.67

10 0.14 0.22 1.17 ‐0.72 0.21 0.23 1.48 ‐0.59

11 ‐0.08 0.15 0.60 ‐0.92 ‐0.07 0.12 0.64 ‐0.77

12 ‐0.21 0.14 0.48 ‐1.03 ‐0.17 0.12 0.50 ‐0.84

13 ‐0.20 0.16 0.51 ‐1.13 ‐0.18 0.13 0.59 ‐0.87

14 ‐0.13 0.21 1.19 ‐1.01 ‐0.06 0.23 1.65 ‐0.85

15 ‐0.10 0.24 1.14 ‐1.44 0.04 0.27 1.72 ‐1.14

16 ‐0.39 0.60 2.76 ‐3.24 ‐0.30 0.53 2.39 ‐2.83

17 ‐0.02 0.08 0.38 ‐0.51 0.01 0.07 0.39 ‐0.40

18 ‐0.14 0.11 0.38 ‐0.79 0.00 0.00 0.00 0.00

19 ‐0.24 0.12 0.35 ‐0.89 ‐0.26 0.11 0.27 ‐0.88

20 ‐0.17 0.12 0.52 ‐0.83 ‐0.22 0.11 0.34 ‐0.88

21 ‐0.13 0.14 0.56 ‐0.80 ‐0.18 0.12 0.43 ‐0.79

22 ‐0.13 0.16 0.66 ‐1.00 ‐0.19 0.13 0.56 ‐0.81

23 ‐0.42 0.20 0.53 ‐1.81 ‐0.36 0.16 0.61 ‐1.62

24 ‐0.52 0.41 1.46 ‐2.89 ‐0.52 0.49 1.84 ‐2.49

25 ‐0.08 0.10 0.52 ‐0.62 ‐0.10 0.09 0.56 ‐0.55

26 0.14 0.19 1.16 ‐0.46 0.11 0.17 1.14 ‐0.47

27 ‐0.06 0.10 0.39 ‐0.60 ‐0.08 0.09 0.39 ‐0.61

28 ‐0.17 0.11 0.30 ‐0.78 ‐0.12 0.10 0.36 ‐0.72

29 ‐0.16 0.13 0.46 ‐1.00 ‐0.17 0.11 0.41 ‐0.78

30 ‐0.12 0.20 1.11 ‐1.28 ‐0.07 0.20 1.23 ‐0.94

31 ‐0.09 0.31 1.18 ‐1.66 ‐0.07 0.26 1.34 ‐1.59

32 ‐0.47 0.46 1.79 ‐2.90 ‐0.51 0.39 1.47 ‐2.26

33 ‐0.04 0.06 0.26 ‐0.43 ‐0.03 0.05 0.24 ‐0.48

34 ‐0.20 0.09 0.25 ‐0.72 ‐0.15 0.09 0.26 ‐0.69

35 ‐0.25 0.10 0.24 ‐0.81 ‐0.18 0.09 0.32 ‐0.73

36 ‐0.20 0.11 0.25 ‐0.95 ‐0.19 0.10 0.26 ‐0.93

37 ‐0.19 0.12 0.34 ‐0.99 ‐0.18 0.11 0.32 ‐0.84

38 ‐0.17 0.15 0.56 ‐1.09 ‐0.12 0.15 0.64 ‐0.96

39 ‐0.42 0.21 0.56 ‐1.61 ‐0.40 0.18 0.63 ‐1.56

40 ‐0.55 0.36 1.22 ‐2.39 ‐0.48 0.33 1.51 ‐2.12

41 ‐0.08 0.08 0.42 ‐0.52 ‐0.10 0.08 0.31 ‐0.52

42 ‐0.01 0.14 0.90 ‐0.52 0.02 0.13 0.73 ‐0.60

43 ‐0.22 0.09 0.13 ‐0.78 ‐0.18 0.08 0.17 ‐0.71

44 ‐0.25 0.10 0.18 ‐0.92 ‐0.26 0.09 0.16 ‐0.86

45 ‐0.37 0.12 0.12 ‐1.26 ‐0.29 0.10 0.20 ‐1.06

46 ‐0.28 0.16 0.54 ‐1.17 0.00 0.00 0.00 0.00

47 ‐0.21 0.23 0.72 ‐1.41 ‐0.16 0.22 0.77 ‐1.42

48 ‐0.54 0.33 1.00 ‐2.19 ‐0.55 0.31 1.09 ‐2.11

49 0.02 0.05 0.28 ‐0.38 ‐0.05 0.04 0.19 ‐0.34

50 ‐0.13 0.08 0.31 ‐0.63 ‐0.15 0.07 0.16 ‐0.61

51 ‐0.19 0.10 0.25 ‐0.71 ‐0.26 0.08 0.12 ‐0.86

52 ‐0.19 0.11 0.30 ‐0.80 ‐0.28 0.09 0.17 ‐0.95

53 ‐0.17 0.12 0.39 ‐0.88 ‐0.22 0.10 0.20 ‐0.92

54 ‐0.20 0.14 0.48 ‐1.09 ‐0.23 0.12 0.30 ‐1.04

55 ‐0.45 0.18 0.35 ‐1.51 ‐0.39 0.18 0.37 ‐1.40

56 ‐0.53 0.29 0.95 ‐2.25 ‐0.55 0.31 0.98 ‐1.90

57 ‐0.05 0.07 0.36 ‐0.45 ‐0.10 0.06 0.15 ‐0.47

58 0.05 0.12 0.58 ‐0.56 ‐0.01 0.08 0.40 ‐0.43

59 ‐0.10 0.09 0.22 ‐0.61 ‐0.15 0.07 0.15 ‐0.64

60 ‐0.15 0.10 0.29 ‐0.73 ‐0.23 0.08 0.13 ‐0.85

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.17 0.16 0.62 ‐0.95 ‐0.30 0.12 0.23 ‐1.10

63 ‐0.18 0.19 0.80 ‐1.14 ‐0.32 0.16 0.35 ‐1.20

64 ‐0.53 0.30 0.82 ‐2.15 ‐0.61 0.28 1.00 ‐1.95

Table A31 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 300o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.12 0.24 1.58 ‐1.54 ‐0.06 0.19 1.47 ‐1.26

2 ‐0.41 0.39 2.35 ‐2.67 ‐0.19 0.31 2.85 ‐1.99

3 ‐0.53 0.42 2.42 ‐3.15 ‐0.28 0.35 2.40 ‐2.52

4 ‐0.45 0.43 2.35 ‐2.66 ‐0.22 0.36 2.54 ‐2.62

5 ‐0.44 0.46 2.44 ‐2.95 ‐0.22 0.35 3.18 ‐2.42

6 ‐0.30 0.47 2.72 ‐2.90 ‐0.14 0.35 3.10 ‐2.63

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.34 0.34 2.32 ‐3.20 ‐0.31 0.45 2.33 ‐3.91

9 ‐0.04 0.13 0.78 ‐0.63 0.00 0.13 0.71 ‐0.55

10 0.09 0.20 1.18 ‐0.73 0.20 0.20 1.31 ‐0.57

11 ‐0.14 0.13 0.63 ‐0.87 ‐0.12 0.12 0.49 ‐0.88

12 ‐0.25 0.13 0.37 ‐0.97 ‐0.21 0.12 0.41 ‐1.03

13 ‐0.23 0.16 0.70 ‐1.09 ‐0.22 0.15 0.54 ‐1.03

14 ‐0.14 0.23 1.15 ‐0.92 ‐0.09 0.25 1.73 ‐1.08

15 ‐0.13 0.25 1.16 ‐1.70 ‐0.05 0.27 1.47 ‐1.48

16 ‐0.53 0.70 2.99 ‐3.51 ‐0.42 0.67 3.48 ‐3.15

17 0.01 0.07 0.40 ‐0.44 0.02 0.07 0.40 ‐0.36

18 ‐0.10 0.11 0.42 ‐0.68 0.00 0.00 0.00 0.00

19 ‐0.25 0.12 0.32 ‐0.86 ‐0.27 0.12 0.21 ‐0.94

20 ‐0.19 0.13 0.56 ‐0.85 ‐0.25 0.12 0.28 ‐1.00

21 ‐0.17 0.14 0.55 ‐0.92 ‐0.22 0.12 0.50 ‐0.96

22 ‐0.15 0.17 0.69 ‐1.03 ‐0.21 0.14 0.48 ‐0.98

23 ‐0.43 0.22 0.81 ‐1.74 ‐0.37 0.20 0.90 ‐1.78

24 ‐0.61 0.46 1.88 ‐3.07 ‐0.64 0.55 2.25 ‐2.96

25 ‐0.09 0.09 0.59 ‐0.55 ‐0.12 0.09 0.47 ‐0.61

26 0.11 0.17 1.10 ‐0.47 0.07 0.15 0.95 ‐0.60

27 ‐0.09 0.10 0.40 ‐0.65 ‐0.14 0.09 0.29 ‐0.69

28 ‐0.21 0.11 0.35 ‐0.93 ‐0.18 0.11 0.37 ‐0.91

29 ‐0.20 0.13 0.42 ‐0.92 ‐0.22 0.12 0.44 ‐0.96

30 ‐0.17 0.21 1.01 ‐1.12 ‐0.14 0.20 1.06 ‐1.18

31 ‐0.14 0.29 1.02 ‐2.11 ‐0.15 0.24 1.16 ‐1.57

32 ‐0.59 0.48 2.02 ‐2.61 ‐0.62 0.42 1.89 ‐2.51

33 ‐0.02 0.05 0.21 ‐0.37 ‐0.04 0.05 0.23 ‐0.38

34 ‐0.17 0.09 0.26 ‐0.72 ‐0.13 0.08 0.23 ‐0.65

35 ‐0.25 0.11 0.29 ‐0.86 ‐0.21 0.10 0.23 ‐0.81

36 ‐0.22 0.11 0.38 ‐0.82 ‐0.23 0.11 0.30 ‐1.03

37 ‐0.22 0.12 0.35 ‐0.93 ‐0.24 0.11 0.32 ‐0.95

38 ‐0.20 0.15 0.48 ‐1.20 ‐0.16 0.15 0.75 ‐0.99

39 ‐0.42 0.21 0.51 ‐1.57 ‐0.43 0.18 0.81 ‐1.70

40 ‐0.61 0.40 1.54 ‐2.71 ‐0.56 0.37 1.90 ‐2.38

41 ‐0.07 0.08 0.39 ‐0.47 ‐0.10 0.08 0.30 ‐0.52

42 ‐0.02 0.11 0.77 ‐0.48 0.00 0.11 0.71 ‐0.53

43 ‐0.23 0.09 0.23 ‐0.75 ‐0.21 0.08 0.16 ‐0.78

44 ‐0.27 0.10 0.25 ‐0.85 ‐0.30 0.09 0.15 ‐1.00

45 ‐0.38 0.13 0.23 ‐1.37 ‐0.32 0.10 0.31 ‐1.03

46 ‐0.29 0.16 0.56 ‐1.17 0.00 0.00 0.00 0.00

47 ‐0.24 0.20 0.58 ‐1.41 ‐0.21 0.19 0.64 ‐1.36

48 ‐0.60 0.36 1.15 ‐2.53 ‐0.63 0.34 1.22 ‐2.04

49 0.03 0.05 0.30 ‐0.22 ‐0.06 0.04 0.13 ‐0.34

50 ‐0.10 0.08 0.29 ‐0.57 ‐0.15 0.07 0.22 ‐0.64

51 ‐0.22 0.10 0.29 ‐0.73 ‐0.27 0.09 0.16 ‐0.86

52 ‐0.22 0.11 0.31 ‐0.86 ‐0.29 0.09 0.18 ‐0.96

53 ‐0.21 0.11 0.31 ‐0.89 ‐0.27 0.10 0.28 ‐0.94

54 ‐0.24 0.12 0.31 ‐0.95 ‐0.28 0.11 0.25 ‐1.07

55 ‐0.45 0.18 0.33 ‐1.58 ‐0.40 0.18 0.56 ‐1.31

56 ‐0.57 0.35 1.65 ‐2.63 ‐0.67 0.32 1.41 ‐2.23

57 ‐0.06 0.07 0.39 ‐0.45 ‐0.11 0.06 0.22 ‐0.47

58 0.03 0.11 0.54 ‐0.52 ‐0.03 0.07 0.38 ‐0.54

59 ‐0.12 0.08 0.27 ‐0.62 ‐0.17 0.07 0.22 ‐0.73

60 ‐0.18 0.09 0.22 ‐0.92 ‐0.25 0.08 0.15 ‐0.82

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.19 0.15 0.64 ‐0.93 ‐0.32 0.12 0.28 ‐0.95

63 ‐0.20 0.18 0.63 ‐1.14 ‐0.31 0.15 0.39 ‐1.23

64 ‐0.61 0.33 1.29 ‐2.25 ‐0.68 0.31 1.05 ‐2.09

Table A32 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 310o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.06 0.22 1.24 ‐1.13 ‐0.10 0.16 1.10 ‐1.14

2 ‐0.30 0.34 1.99 ‐2.18 ‐0.20 0.27 1.66 ‐1.93

3 ‐0.47 0.34 1.64 ‐2.66 ‐0.33 0.30 1.48 ‐2.48

4 ‐0.39 0.35 1.99 ‐2.80 ‐0.27 0.31 1.72 ‐2.55

5 ‐0.39 0.37 1.89 ‐3.17 ‐0.28 0.30 1.83 ‐2.64

6 ‐0.21 0.37 1.55 ‐3.28 ‐0.17 0.28 2.10 ‐2.49

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.29 0.54 3.57 ‐3.68 ‐0.37 0.69 4.16 ‐4.14

9 0.01 0.12 0.64 ‐0.62 ‐0.03 0.12 0.71 ‐0.72

10 0.01 0.15 0.82 ‐0.63 0.10 0.16 0.91 ‐0.51

11 ‐0.18 0.11 0.34 ‐0.83 ‐0.20 0.11 0.30 ‐0.79

12 ‐0.25 0.13 0.45 ‐0.93 ‐0.26 0.12 0.35 ‐0.90

13 ‐0.24 0.16 0.66 ‐1.02 ‐0.26 0.15 0.69 ‐1.00

14 ‐0.15 0.22 1.22 ‐1.08 ‐0.15 0.22 1.40 ‐1.05

15 ‐0.18 0.25 1.12 ‐1.65 ‐0.15 0.24 1.09 ‐1.45

16 ‐0.65 0.66 2.62 ‐3.22 ‐0.55 0.65 2.91 ‐3.46

17 0.02 0.06 0.35 ‐0.30 0.01 0.06 0.30 ‐0.32

18 ‐0.05 0.10 0.56 ‐0.59 0.00 0.00 0.00 0.00

19 ‐0.23 0.11 0.45 ‐0.77 ‐0.29 0.11 0.16 ‐0.91

20 ‐0.20 0.13 0.46 ‐0.91 ‐0.29 0.12 0.32 ‐0.98

21 ‐0.20 0.13 0.54 ‐0.99 ‐0.26 0.12 0.30 ‐0.90

22 ‐0.15 0.17 0.85 ‐1.10 ‐0.23 0.14 0.39 ‐1.00

23 ‐0.39 0.23 0.84 ‐1.51 ‐0.36 0.20 0.82 ‐1.48

24 ‐0.66 0.47 1.92 ‐2.82 ‐0.68 0.52 1.91 ‐2.87

25 ‐0.09 0.08 0.40 ‐0.51 ‐0.13 0.08 0.35 ‐0.62

26 0.05 0.12 0.84 ‐0.50 0.00 0.10 0.69 ‐0.51

27 ‐0.13 0.10 0.37 ‐0.67 ‐0.19 0.09 0.21 ‐0.66

28 ‐0.22 0.11 0.37 ‐0.90 ‐0.23 0.10 0.29 ‐0.80

29 ‐0.22 0.14 0.55 ‐0.97 ‐0.26 0.12 0.37 ‐0.89

30 ‐0.19 0.19 0.76 ‐1.00 ‐0.22 0.16 0.80 ‐0.92

31 ‐0.17 0.25 0.72 ‐1.45 ‐0.21 0.19 0.56 ‐1.38

32 ‐0.63 0.46 1.89 ‐2.67 ‐0.68 0.40 1.42 ‐2.51

33 0.00 0.05 0.24 ‐0.30 ‐0.04 0.05 0.16 ‐0.32

34 ‐0.12 0.08 0.31 ‐0.60 ‐0.11 0.08 0.27 ‐0.57

35 ‐0.23 0.10 0.34 ‐0.85 ‐0.24 0.10 0.33 ‐0.72

36 ‐0.21 0.11 0.37 ‐0.87 ‐0.25 0.10 0.25 ‐0.77

37 ‐0.22 0.12 0.32 ‐0.91 ‐0.28 0.10 0.18 ‐0.79

38 ‐0.19 0.15 0.46 ‐0.93 ‐0.19 0.13 0.38 ‐0.85

39 ‐0.35 0.20 0.40 ‐1.44 ‐0.40 0.16 0.37 ‐1.43

40 ‐0.60 0.45 1.72 ‐2.55 ‐0.59 0.37 1.89 ‐2.35

41 ‐0.06 0.07 0.33 ‐0.40 ‐0.10 0.07 0.26 ‐0.46

42 ‐0.04 0.09 0.53 ‐0.59 ‐0.04 0.08 0.51 ‐0.49

43 ‐0.22 0.09 0.16 ‐0.79 ‐0.23 0.08 0.13 ‐0.68

44 ‐0.26 0.10 0.15 ‐0.87 ‐0.31 0.09 0.12 ‐0.76

45 ‐0.34 0.12 0.13 ‐1.01 ‐0.32 0.11 0.19 ‐0.82

46 ‐0.28 0.14 0.48 ‐1.02 0.00 0.00 0.00 0.00

47 ‐0.25 0.17 0.37 ‐1.26 ‐0.24 0.16 0.39 ‐1.13

48 ‐0.59 0.39 1.33 ‐2.37 ‐0.67 0.34 1.41 ‐2.14

49 0.04 0.05 0.27 ‐0.24 ‐0.07 0.04 0.13 ‐0.40

50 ‐0.07 0.08 0.27 ‐0.59 ‐0.13 0.07 0.20 ‐0.58

51 ‐0.21 0.10 0.29 ‐0.67 ‐0.26 0.08 0.18 ‐0.75

52 ‐0.23 0.11 0.28 ‐0.84 ‐0.29 0.09 0.22 ‐0.76

53 ‐0.23 0.10 0.25 ‐0.71 ‐0.29 0.09 0.15 ‐0.84

54 ‐0.24 0.12 0.27 ‐0.89 ‐0.29 0.10 0.21 ‐0.85

55 ‐0.40 0.17 0.31 ‐1.38 ‐0.39 0.16 0.35 ‐1.15

56 ‐0.56 0.40 1.49 ‐2.50 ‐0.65 0.32 1.36 ‐2.13

57 ‐0.06 0.07 0.30 ‐0.42 ‐0.10 0.06 0.17 ‐0.41

58 0.00 0.09 0.48 ‐0.57 ‐0.05 0.07 0.24 ‐0.50

59 ‐0.14 0.08 0.25 ‐0.54 ‐0.18 0.07 0.15 ‐0.61

60 ‐0.19 0.09 0.22 ‐0.70 ‐0.26 0.08 0.17 ‐0.80

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.18 0.14 0.48 ‐0.91 ‐0.31 0.12 0.28 ‐0.89

63 ‐0.24 0.16 0.44 ‐1.21 ‐0.31 0.14 0.32 ‐1.23

64 ‐0.61 0.36 1.26 ‐2.34 ‐0.67 0.34 1.00 ‐2.11

Table A33 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 320o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.02 0.21 1.19 ‐1.19 ‐0.15 0.13 1.04 ‐0.98

2 ‐0.23 0.31 1.78 ‐1.98 ‐0.23 0.22 1.46 ‐1.58

3 ‐0.41 0.29 1.47 ‐2.38 ‐0.36 0.24 1.46 ‐2.19

4 ‐0.34 0.30 1.58 ‐2.33 ‐0.29 0.24 1.63 ‐2.35

5 ‐0.35 0.30 1.60 ‐2.61 ‐0.30 0.23 1.77 ‐2.42

6 ‐0.14 0.29 1.27 ‐2.68 ‐0.16 0.21 1.65 ‐1.83

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.34 0.69 3.90 ‐3.27 ‐0.42 0.86 4.60 ‐4.42

9 0.03 0.12 0.82 ‐0.62 ‐0.06 0.11 0.77 ‐0.51

10 ‐0.01 0.12 0.75 ‐0.57 0.03 0.14 0.73 ‐0.47

11 ‐0.20 0.11 0.40 ‐0.84 ‐0.24 0.10 0.27 ‐0.83

12 ‐0.23 0.13 0.46 ‐0.85 ‐0.28 0.12 0.31 ‐0.97

13 ‐0.23 0.16 0.64 ‐0.97 ‐0.28 0.14 0.51 ‐0.97

14 ‐0.15 0.20 0.96 ‐0.90 ‐0.18 0.19 1.11 ‐1.12

15 ‐0.20 0.24 1.31 ‐1.37 ‐0.20 0.21 1.04 ‐1.53

16 ‐0.64 0.59 2.45 ‐3.46 ‐0.57 0.57 2.45 ‐3.41

17 0.01 0.06 0.32 ‐0.35 0.00 0.06 0.32 ‐0.29

18 ‐0.03 0.10 0.52 ‐0.53 0.00 0.00 0.00 0.00

19 ‐0.22 0.11 0.38 ‐0.76 ‐0.30 0.11 0.27 ‐0.84

20 ‐0.21 0.12 0.44 ‐0.78 ‐0.31 0.11 0.29 ‐0.91

21 ‐0.21 0.13 0.44 ‐0.81 ‐0.28 0.11 0.38 ‐0.96

22 ‐0.14 0.17 0.63 ‐0.98 ‐0.24 0.13 0.41 ‐1.08

23 ‐0.32 0.22 0.86 ‐1.78 ‐0.33 0.18 0.64 ‐1.41

24 ‐0.65 0.47 1.67 ‐3.03 ‐0.65 0.50 1.91 ‐2.82

25 ‐0.07 0.08 0.40 ‐0.39 ‐0.13 0.08 0.27 ‐0.56

26 0.02 0.10 0.70 ‐0.51 ‐0.04 0.09 0.45 ‐0.51

27 ‐0.14 0.10 0.29 ‐0.74 ‐0.21 0.09 0.25 ‐0.83

28 ‐0.21 0.12 0.32 ‐0.89 ‐0.25 0.10 0.32 ‐0.93

29 ‐0.21 0.13 0.37 ‐0.92 ‐0.28 0.12 0.42 ‐0.91

30 ‐0.19 0.17 0.66 ‐1.11 ‐0.24 0.14 0.65 ‐1.00

31 ‐0.19 0.22 0.57 ‐1.46 ‐0.24 0.16 0.60 ‐1.28

32 ‐0.62 0.47 2.14 ‐2.61 ‐0.65 0.40 1.57 ‐2.37

33 0.00 0.05 0.20 ‐0.27 ‐0.05 0.04 0.17 ‐0.38

34 ‐0.09 0.08 0.26 ‐0.57 ‐0.11 0.07 0.24 ‐0.70

35 ‐0.20 0.10 0.26 ‐0.74 ‐0.24 0.09 0.32 ‐0.74

36 ‐0.19 0.11 0.28 ‐0.85 ‐0.26 0.10 0.30 ‐0.77

37 ‐0.21 0.11 0.28 ‐0.83 ‐0.29 0.10 0.24 ‐0.82

38 ‐0.17 0.14 0.37 ‐0.98 ‐0.21 0.12 0.42 ‐0.91

39 ‐0.29 0.19 0.43 ‐1.49 ‐0.35 0.16 0.46 ‐1.29

40 ‐0.58 0.48 2.12 ‐2.72 ‐0.60 0.39 1.41 ‐2.31

41 ‐0.05 0.06 0.38 ‐0.38 ‐0.10 0.06 0.27 ‐0.46

42 ‐0.04 0.07 0.31 ‐0.52 ‐0.06 0.07 0.36 ‐0.48

43 ‐0.20 0.09 0.20 ‐0.78 ‐0.23 0.08 0.19 ‐0.70

44 ‐0.23 0.10 0.21 ‐0.78 ‐0.29 0.10 0.20 ‐0.86

45 ‐0.30 0.12 0.23 ‐0.96 ‐0.30 0.11 0.23 ‐1.01

46 ‐0.26 0.13 0.31 ‐1.00 0.00 0.00 0.00 0.00

47 ‐0.25 0.15 0.35 ‐1.34 ‐0.26 0.15 0.41 ‐1.20

48 ‐0.54 0.40 1.47 ‐2.60 ‐0.62 0.35 1.13 ‐2.19

49 0.03 0.05 0.25 ‐0.30 ‐0.07 0.04 0.13 ‐0.33

50 ‐0.03 0.08 0.31 ‐0.46 ‐0.13 0.06 0.22 ‐0.52

51 ‐0.19 0.09 0.19 ‐0.68 ‐0.24 0.08 0.22 ‐0.73

52 ‐0.22 0.10 0.24 ‐0.72 ‐0.27 0.09 0.20 ‐0.83

53 ‐0.23 0.10 0.20 ‐0.72 ‐0.29 0.10 0.19 ‐0.80

54 ‐0.22 0.11 0.28 ‐0.79 ‐0.29 0.11 0.24 ‐0.86

55 ‐0.35 0.16 0.38 ‐1.22 ‐0.35 0.15 0.38 ‐1.13

56 ‐0.55 0.44 1.70 ‐2.57 ‐0.58 0.35 1.44 ‐2.08

57 ‐0.05 0.07 0.34 ‐0.37 ‐0.10 0.05 0.16 ‐0.39

58 ‐0.02 0.08 0.35 ‐0.51 ‐0.07 0.06 0.24 ‐0.56

59 ‐0.14 0.08 0.24 ‐0.58 ‐0.18 0.07 0.22 ‐0.67

60 ‐0.18 0.09 0.28 ‐0.66 ‐0.25 0.09 0.21 ‐0.84

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.15 0.13 0.50 ‐0.75 ‐0.29 0.12 0.33 ‐0.94

63 ‐0.25 0.14 0.34 ‐1.09 ‐0.30 0.14 0.33 ‐1.23

64 ‐0.56 0.37 1.33 ‐2.33 ‐0.62 0.35 1.32 ‐2.27

Table A34 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 330o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.01 0.16 0.99 ‐0.87 ‐0.18 0.12 0.42 ‐1.05

2 ‐0.14 0.23 1.05 ‐1.75 ‐0.25 0.18 0.74 ‐1.61

3 ‐0.31 0.23 0.83 ‐1.91 ‐0.37 0.19 0.69 ‐2.18

4 ‐0.25 0.22 0.88 ‐1.78 ‐0.31 0.17 0.92 ‐1.89

5 ‐0.26 0.21 0.68 ‐1.95 ‐0.33 0.16 0.78 ‐1.61

6 ‐0.08 0.21 0.86 ‐1.71 ‐0.17 0.17 0.86 ‐1.21

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.49 0.67 3.32 ‐2.97 ‐0.58 0.80 4.00 ‐3.49

9 0.00 0.09 0.67 ‐0.41 ‐0.09 0.09 0.56 ‐0.45

10 ‐0.02 0.10 0.49 ‐0.56 ‐0.04 0.11 0.54 ‐0.53

11 ‐0.19 0.11 0.38 ‐0.88 ‐0.27 0.10 0.28 ‐0.84

12 ‐0.19 0.13 0.45 ‐0.85 ‐0.29 0.12 0.35 ‐0.96

13 ‐0.22 0.14 0.46 ‐0.89 ‐0.30 0.13 0.47 ‐1.07

14 ‐0.13 0.17 0.68 ‐1.00 ‐0.21 0.16 0.55 ‐1.01

15 ‐0.20 0.20 0.74 ‐1.36 ‐0.26 0.18 0.63 ‐1.35

16 ‐0.53 0.48 2.14 ‐2.89 ‐0.57 0.47 2.73 ‐2.78

17 ‐0.01 0.06 0.24 ‐0.30 ‐0.03 0.05 0.21 ‐0.30

18 ‐0.03 0.09 0.41 ‐0.54 0.00 0.00 0.00 0.00

19 ‐0.19 0.11 0.29 ‐0.73 ‐0.29 0.10 0.21 ‐0.88

20 ‐0.18 0.12 0.42 ‐0.89 ‐0.31 0.11 0.22 ‐0.88

21 ‐0.20 0.13 0.39 ‐1.28 ‐0.30 0.11 0.28 ‐0.89

22 ‐0.12 0.16 0.56 ‐0.95 ‐0.27 0.13 0.41 ‐0.87

23 ‐0.23 0.19 0.56 ‐1.40 ‐0.31 0.17 0.64 ‐1.48

24 ‐0.58 0.46 1.74 ‐2.84 ‐0.63 0.45 2.19 ‐2.62

25 ‐0.06 0.06 0.29 ‐0.53 ‐0.13 0.07 0.18 ‐0.51

26 ‐0.01 0.09 0.40 ‐0.61 ‐0.09 0.08 0.33 ‐0.50

27 ‐0.15 0.09 0.29 ‐0.73 ‐0.22 0.09 0.20 ‐0.68

28 ‐0.19 0.11 0.30 ‐0.83 ‐0.25 0.10 0.23 ‐0.77

29 ‐0.20 0.12 0.35 ‐0.88 ‐0.29 0.12 0.25 ‐0.86

30 ‐0.18 0.14 0.48 ‐0.98 ‐0.26 0.13 0.37 ‐0.88

31 ‐0.19 0.18 0.61 ‐1.29 ‐0.27 0.16 0.40 ‐1.13

32 ‐0.56 0.48 1.81 ‐3.16 ‐0.61 0.39 1.45 ‐2.53

33 0.00 0.04 0.20 ‐0.29 ‐0.08 0.04 0.12 ‐0.40

34 ‐0.07 0.07 0.36 ‐0.59 ‐0.12 0.07 0.21 ‐0.64

35 ‐0.17 0.10 0.36 ‐0.69 ‐0.23 0.09 0.22 ‐0.78

36 ‐0.16 0.11 0.39 ‐0.73 ‐0.24 0.10 0.28 ‐0.76

37 ‐0.18 0.11 0.36 ‐0.88 ‐0.29 0.10 0.19 ‐0.97

38 ‐0.15 0.13 0.50 ‐0.94 ‐0.23 0.12 0.37 ‐1.00

39 ‐0.22 0.17 0.49 ‐1.26 ‐0.32 0.16 0.51 ‐1.19

40 ‐0.51 0.48 1.85 ‐2.65 ‐0.59 0.39 1.52 ‐2.51

41 ‐0.03 0.05 0.30 ‐0.35 ‐0.10 0.06 0.22 ‐0.47

42 ‐0.05 0.07 0.30 ‐0.53 ‐0.10 0.07 0.20 ‐0.67

43 ‐0.17 0.09 0.26 ‐0.66 ‐0.22 0.08 0.16 ‐0.79

44 ‐0.19 0.10 0.29 ‐0.76 ‐0.26 0.10 0.22 ‐0.93

45 ‐0.27 0.11 0.24 ‐0.88 ‐0.28 0.11 0.20 ‐0.93

46 ‐0.24 0.12 0.30 ‐0.91 0.00 0.00 0.00 0.00

47 ‐0.24 0.14 0.36 ‐1.08 ‐0.26 0.15 0.43 ‐1.15

48 ‐0.48 0.41 1.81 ‐2.37 ‐0.52 0.36 1.55 ‐2.30

49 0.03 0.05 0.27 ‐0.23 ‐0.09 0.04 0.09 ‐0.38

50 ‐0.01 0.08 0.39 ‐0.43 ‐0.13 0.06 0.18 ‐0.57

51 ‐0.18 0.09 0.28 ‐0.72 ‐0.22 0.08 0.20 ‐0.74

52 ‐0.21 0.10 0.30 ‐0.69 ‐0.25 0.09 0.25 ‐0.82

53 ‐0.22 0.10 0.24 ‐0.72 ‐0.28 0.10 0.19 ‐0.81

54 ‐0.20 0.11 0.34 ‐0.81 ‐0.28 0.11 0.28 ‐0.90

55 ‐0.30 0.15 0.34 ‐1.15 ‐0.31 0.14 0.39 ‐1.21

56 ‐0.53 0.45 1.93 ‐2.61 ‐0.52 0.37 1.70 ‐2.36

57 ‐0.03 0.06 0.29 ‐0.34 ‐0.11 0.05 0.11 ‐0.38

58 ‐0.02 0.07 0.33 ‐0.42 ‐0.08 0.06 0.21 ‐0.45

59 ‐0.13 0.08 0.31 ‐0.54 ‐0.17 0.08 0.22 ‐0.65

60 ‐0.16 0.10 0.33 ‐0.67 ‐0.23 0.09 0.24 ‐0.69

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.12 0.13 0.50 ‐0.75 ‐0.28 0.11 0.36 ‐0.85

63 ‐0.26 0.14 0.44 ‐1.09 ‐0.30 0.14 0.42 ‐1.14

64 ‐0.52 0.37 1.57 ‐2.41 ‐0.55 0.36 1.90 ‐2.36

Table A35 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 340o

Tap 

No #

Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.01 0.11 0.59 ‐0.81 ‐0.16 0.09 0.24 ‐0.95

2 ‐0.05 0.15 0.80 ‐1.19 ‐0.20 0.13 0.47 ‐1.26

3 ‐0.16 0.16 0.63 ‐1.51 ‐0.27 0.15 0.37 ‐1.46

4 ‐0.14 0.15 0.68 ‐1.34 ‐0.24 0.13 0.41 ‐1.37

5 ‐0.17 0.14 0.50 ‐1.44 ‐0.27 0.13 0.35 ‐1.29

6 ‐0.06 0.15 0.68 ‐1.04 ‐0.16 0.13 0.52 ‐1.09

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.43 0.51 2.54 ‐2.84 ‐0.47 0.55 2.67 ‐3.44

9 ‐0.02 0.06 0.46 ‐0.34 ‐0.10 0.06 0.38 ‐0.44

10 ‐0.03 0.08 0.31 ‐0.48 ‐0.10 0.09 0.32 ‐0.64

11 ‐0.15 0.10 0.30 ‐0.70 ‐0.24 0.10 0.18 ‐0.87

12 ‐0.13 0.12 0.39 ‐0.82 ‐0.24 0.11 0.25 ‐0.90

13 ‐0.18 0.12 0.37 ‐0.83 ‐0.27 0.12 0.24 ‐1.03

14 ‐0.10 0.14 0.55 ‐0.77 ‐0.19 0.13 0.43 ‐0.98

15 ‐0.15 0.16 0.51 ‐1.14 ‐0.27 0.15 0.33 ‐1.09

16 ‐0.36 0.40 1.69 ‐2.58 ‐0.47 0.39 1.71 ‐2.30

17 ‐0.02 0.05 0.28 ‐0.32 ‐0.06 0.05 0.16 ‐0.35

18 ‐0.01 0.08 0.33 ‐0.40 0.00 0.00 0.00 0.00

19 ‐0.12 0.10 0.37 ‐0.61 ‐0.22 0.09 0.20 ‐0.88

20 ‐0.12 0.11 0.40 ‐0.63 ‐0.25 0.10 0.20 ‐0.80

21 ‐0.16 0.11 0.34 ‐0.68 ‐0.27 0.11 0.23 ‐0.89

22 ‐0.08 0.14 0.49 ‐0.72 ‐0.25 0.12 0.31 ‐0.90

23 ‐0.14 0.16 0.50 ‐1.12 ‐0.25 0.15 0.44 ‐1.00

24 ‐0.44 0.42 1.74 ‐2.25 ‐0.48 0.40 1.73 ‐2.38

25 ‐0.06 0.05 0.22 ‐0.33 ‐0.14 0.06 0.10 ‐0.52

26 ‐0.03 0.07 0.30 ‐0.42 ‐0.12 0.07 0.19 ‐0.46

27 ‐0.13 0.09 0.29 ‐0.61 ‐0.20 0.08 0.19 ‐0.67

28 ‐0.15 0.10 0.32 ‐0.70 ‐0.23 0.10 0.29 ‐0.77

29 ‐0.16 0.11 0.35 ‐0.72 ‐0.27 0.11 0.28 ‐0.84

30 ‐0.14 0.13 0.43 ‐0.73 ‐0.24 0.12 0.40 ‐0.88

31 ‐0.17 0.15 0.47 ‐0.94 ‐0.26 0.14 0.53 ‐0.99

32 ‐0.45 0.46 2.01 ‐2.45 ‐0.48 0.37 1.86 ‐2.43

33 0.00 0.04 0.23 ‐0.28 ‐0.09 0.04 0.10 ‐0.36

34 ‐0.04 0.07 0.30 ‐0.49 ‐0.12 0.06 0.16 ‐0.63

35 ‐0.13 0.09 0.31 ‐0.60 ‐0.20 0.09 0.22 ‐0.78

36 ‐0.12 0.10 0.36 ‐0.66 ‐0.21 0.10 0.27 ‐0.77

37 ‐0.15 0.11 0.32 ‐0.66 ‐0.27 0.10 0.25 ‐0.87

38 ‐0.12 0.12 0.43 ‐0.73 ‐0.21 0.11 0.40 ‐0.90

39 ‐0.15 0.15 0.57 ‐1.01 ‐0.26 0.14 0.45 ‐1.01

40 ‐0.40 0.46 1.89 ‐2.31 ‐0.45 0.37 1.69 ‐2.33

41 ‐0.02 0.05 0.24 ‐0.29 ‐0.11 0.05 0.13 ‐0.48

42 ‐0.04 0.06 0.26 ‐0.44 ‐0.13 0.06 0.15 ‐0.55

43 ‐0.14 0.08 0.28 ‐0.58 ‐0.21 0.08 0.17 ‐0.68

44 ‐0.16 0.10 0.33 ‐0.63 ‐0.23 0.09 0.19 ‐0.73

45 ‐0.25 0.11 0.23 ‐0.78 ‐0.26 0.10 0.26 ‐0.74

46 ‐0.20 0.12 0.36 ‐0.72 0.00 0.00 0.00 0.00

47 ‐0.22 0.14 0.40 ‐1.10 ‐0.24 0.14 0.40 ‐0.95

48 ‐0.39 0.40 1.53 ‐2.20 ‐0.42 0.35 1.44 ‐2.02

49 0.03 0.05 0.29 ‐0.24 ‐0.10 0.04 0.09 ‐0.33

50 0.01 0.08 0.32 ‐0.41 ‐0.12 0.06 0.19 ‐0.50

51 ‐0.16 0.09 0.26 ‐0.60 ‐0.19 0.08 0.21 ‐0.65

52 ‐0.19 0.10 0.28 ‐0.71 ‐0.22 0.09 0.26 ‐0.80

53 ‐0.21 0.10 0.30 ‐0.67 ‐0.26 0.10 0.28 ‐0.84

54 ‐0.17 0.11 0.34 ‐0.74 ‐0.26 0.11 0.33 ‐0.91

55 ‐0.24 0.14 0.47 ‐1.00 ‐0.26 0.14 0.51 ‐1.04

56 ‐0.43 0.45 2.06 ‐2.31 ‐0.45 0.35 1.68 ‐2.08

57 ‐0.01 0.05 0.26 ‐0.30 ‐0.10 0.04 0.08 ‐0.36

58 ‐0.02 0.07 0.30 ‐0.43 ‐0.08 0.06 0.22 ‐0.43

59 ‐0.12 0.09 0.34 ‐0.58 ‐0.16 0.08 0.25 ‐0.70

60 ‐0.15 0.10 0.36 ‐0.64 ‐0.21 0.09 0.25 ‐0.70

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.08 0.12 0.51 ‐0.67 ‐0.25 0.11 0.43 ‐0.85

63 ‐0.26 0.14 0.51 ‐0.96 ‐0.28 0.13 0.51 ‐1.04

64 ‐0.47 0.37 1.77 ‐2.33 ‐0.46 0.36 1.69 ‐2.36

Table A36 ‐  Configuration #1

 Mean, Standard Deviation, Maximum and Minimum Cpn  for         

α = 0o, θ = 350o

Tap 

No #

Array C Array D
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Appendix B – Mean, Standard Deviation, Maximum and Minimum 𝑪𝑪𝒑𝒑𝒑𝒑 on Panels - 
Configuration #2 
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.26 0.17 1.23 ‐0.41 0.16 0.23 1.39 ‐0.81 0.39 0.27 1.94 ‐0.52 0.35 0.27 2.34 ‐0.51

2 0.44 0.32 2.14 ‐0.91 0.41 0.35 2.49 ‐0.86 0.70 0.43 2.99 ‐0.52 0.70 0.47 4.03 ‐0.56

3 0.64 0.35 2.32 ‐0.90 0.30 0.40 2.72 ‐1.07 0.53 0.44 3.22 ‐0.80 0.68 0.53 4.30 ‐0.93

4 0.68 0.29 2.38 ‐0.13 0.30 0.35 2.68 ‐0.98 0.57 0.45 3.61 ‐0.60 0.74 0.56 4.56 ‐0.73

5 0.65 0.29 2.44 ‐0.17 0.29 0.36 2.56 ‐0.79 0.53 0.41 3.36 ‐0.47 0.72 0.54 4.33 ‐0.64

6 0.81 0.30 2.81 ‐0.12 0.29 0.34 2.21 ‐0.82 0.60 0.38 3.35 ‐0.54 0.68 0.46 3.97 ‐0.46

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 2.64 0.63 6.03 ‐0.23 0.91 0.77 4.92 ‐1.93 1.26 0.80 6.15 ‐0.90 1.74 0.98 6.84 ‐0.92

9 0.05 0.12 0.58 ‐0.59 ‐0.07 0.20 0.96 ‐1.06 0.13 0.14 0.92 ‐0.64 0.11 0.17 1.18 ‐0.61

10 0.25 0.24 1.47 ‐0.98 ‐0.08 0.31 1.57 ‐1.64 0.23 0.23 1.64 ‐0.70 0.28 0.23 1.57 ‐0.67

11 0.53 0.26 2.06 ‐0.59 ‐0.09 0.29 2.06 ‐1.79 0.17 0.26 1.92 ‐0.80 0.08 0.26 1.75 ‐0.94

12 0.71 0.26 2.36 ‐0.13 ‐0.07 0.26 1.96 ‐1.16 0.19 0.26 1.92 ‐0.82 0.10 0.26 1.97 ‐0.87

13 0.78 0.28 2.43 ‐0.04 ‐0.06 0.22 1.84 ‐1.28 0.23 0.24 2.10 ‐0.70 0.16 0.25 1.70 ‐0.81

14 1.00 0.32 2.80 0.07 0.02 0.21 1.08 ‐1.09 0.32 0.23 1.63 ‐0.50 0.29 0.25 1.91 ‐0.66

15 1.28 0.53 4.74 ‐0.14 ‐0.01 0.21 1.10 ‐0.77 0.32 0.24 1.89 ‐0.40 0.36 0.29 2.12 ‐0.58

16 2.13 0.89 6.53 ‐0.18 0.14 0.44 2.81 ‐1.46 0.63 0.50 3.71 ‐0.74 0.96 0.59 4.46 ‐0.72

17 0.19 0.11 0.72 ‐0.31 ‐0.01 0.18 0.94 ‐0.94 0.08 0.15 1.01 ‐0.71 0.07 0.13 0.92 ‐0.52

18 0.31 0.27 1.47 ‐0.93 0.00 0.00 0.00 0.00 0.18 0.22 1.59 ‐0.84 0.00 0.00 0.00 0.00

19 0.45 0.45 2.17 ‐1.40 0.12 0.33 1.94 ‐1.52 0.22 0.25 1.98 ‐0.89 0.16 0.24 1.93 ‐0.86

20 0.82 0.28 2.40 ‐0.10 0.01 0.26 1.52 ‐1.21 0.24 0.26 2.29 ‐0.86 0.19 0.25 1.90 ‐0.86

21 0.84 0.29 2.68 ‐0.04 ‐0.07 0.22 1.28 ‐1.33 0.23 0.24 2.04 ‐0.85 0.19 0.24 1.71 ‐1.03

22 1.05 0.35 3.21 ‐0.02 ‐0.09 0.19 0.88 ‐1.68 0.25 0.22 1.88 ‐0.76 0.20 0.22 1.65 ‐0.87

23 1.35 0.53 4.82 0.14 ‐0.10 0.15 0.77 ‐0.82 0.26 0.21 1.47 ‐0.83 0.25 0.22 1.58 ‐0.88

24 2.01 0.91 7.43 ‐0.04 ‐0.12 0.14 0.93 ‐0.85 0.41 0.31 2.23 ‐0.54 0.44 0.34 2.64 ‐0.45

25 0.07 0.11 0.71 ‐0.48 ‐0.05 0.15 0.75 ‐0.84 0.08 0.13 0.87 ‐0.73 0.00 0.10 0.55 ‐0.64

26 0.38 0.24 1.51 ‐0.51 0.09 0.25 1.54 ‐1.02 0.19 0.21 1.62 ‐0.77 0.16 0.20 1.46 ‐0.72

27 0.64 0.27 2.19 ‐0.26 0.08 0.27 2.02 ‐1.27 0.25 0.25 2.01 ‐0.82 0.23 0.24 2.16 ‐0.71

28 0.73 0.28 2.35 ‐0.20 0.02 0.25 1.68 ‐1.40 0.24 0.26 2.20 ‐0.96 0.24 0.26 2.24 ‐1.00

29 0.85 0.30 2.60 ‐0.08 ‐0.06 0.21 1.23 ‐1.22 0.23 0.25 2.22 ‐0.96 0.23 0.25 2.18 ‐0.91

30 1.08 0.36 3.14 ‐0.02 ‐0.10 0.17 0.84 ‐1.23 0.21 0.23 2.09 ‐1.09 0.20 0.23 2.10 ‐1.15

31 1.47 0.57 5.31 ‐0.27 ‐0.13 0.12 0.42 ‐0.77 0.18 0.20 1.62 ‐1.36 0.13 0.20 1.58 ‐0.87

32 2.13 0.90 7.35 ‐0.57 ‐0.15 0.09 0.39 ‐0.65 0.23 0.20 1.44 ‐0.72 0.12 0.19 1.42 ‐0.88

33 0.22 0.11 0.80 ‐0.20 ‐0.10 0.18 0.84 ‐1.00 0.11 0.12 0.88 ‐0.75 0.06 0.12 0.77 ‐0.60

34 0.44 0.25 1.53 ‐0.64 ‐0.07 0.25 1.34 ‐1.32 0.21 0.21 1.61 ‐0.98 0.17 0.19 1.53 ‐0.71

35 0.45 0.42 2.17 ‐1.17 ‐0.07 0.27 1.63 ‐1.36 0.27 0.25 1.88 ‐1.00 0.27 0.25 2.07 ‐0.69

36 0.85 0.30 2.51 ‐0.16 ‐0.08 0.26 1.59 ‐1.65 0.26 0.27 2.16 ‐1.12 0.26 0.27 2.13 ‐1.26

37 0.89 0.34 2.77 ‐0.19 ‐0.11 0.21 1.17 ‐1.29 0.23 0.26 2.04 ‐1.03 0.24 0.27 2.00 ‐0.88

38 1.16 0.39 3.22 ‐0.05 ‐0.14 0.16 0.79 ‐1.12 0.18 0.24 1.84 ‐1.17 0.17 0.25 1.94 ‐0.85

39 1.57 0.58 5.19 ‐0.03 ‐0.17 0.11 0.42 ‐0.84 0.14 0.21 1.51 ‐1.30 0.09 0.21 1.37 ‐1.01

40 2.32 0.87 7.06 ‐0.19 ‐0.18 0.09 0.26 ‐0.66 0.12 0.16 1.12 ‐0.77 0.02 0.14 1.06 ‐0.78

41 0.21 0.13 0.90 ‐0.39 ‐0.16 0.19 0.77 ‐0.97 0.13 0.13 0.89 ‐0.45 0.08 0.11 0.74 ‐0.50

42 0.42 0.26 1.50 ‐0.46 ‐0.19 0.25 1.12 ‐1.52 0.21 0.20 1.47 ‐0.77 0.21 0.20 1.34 ‐0.51

43 0.70 0.32 2.17 ‐0.39 ‐0.14 0.26 1.40 ‐1.42 0.26 0.24 1.89 ‐0.79 ‐0.10 0.31 1.76 ‐1.35

44 0.71 0.30 2.23 ‐0.28 ‐0.15 0.24 1.27 ‐1.66 0.26 0.26 2.06 ‐0.84 0.14 0.28 2.09 ‐0.89

45 0.78 0.31 2.43 ‐0.16 ‐0.14 0.20 1.03 ‐1.50 0.21 0.26 1.89 ‐1.04 0.23 0.27 2.36 ‐0.83

46 1.10 0.37 2.97 ‐0.06 0.00 0.00 0.00 0.00 0.16 0.24 1.70 ‐1.00 0.00 0.00 0.00 0.00

47 1.77 0.64 5.08 ‐0.17 ‐0.18 0.10 0.29 ‐0.86 0.07 0.20 1.67 ‐0.99 0.06 0.20 1.62 ‐1.35

48 2.40 0.80 6.50 ‐0.09 ‐0.20 0.09 0.38 ‐0.75 0.04 0.14 1.12 ‐0.91 ‐0.02 0.13 1.09 ‐0.73

49 0.28 0.13 0.94 ‐0.16 ‐0.10 0.16 0.73 ‐0.99 0.12 0.13 1.04 ‐0.57 0.06 0.12 0.73 ‐0.64

50 0.48 0.31 1.63 ‐0.92 0.00 0.23 1.34 ‐1.18 0.23 0.21 1.61 ‐0.64 0.19 0.20 1.47 ‐0.51

51 0.61 0.52 2.40 ‐1.74 ‐0.06 0.24 1.45 ‐1.42 0.28 0.25 1.91 ‐0.70 0.17 0.26 1.96 ‐0.74

52 0.81 0.32 2.29 ‐0.16 ‐0.13 0.22 1.35 ‐1.64 0.25 0.26 1.91 ‐0.76 0.21 0.27 2.11 ‐0.90

53 0.95 0.39 3.16 ‐0.03 ‐0.14 0.18 0.85 ‐1.27 0.22 0.25 1.90 ‐0.86 0.21 0.26 2.01 ‐0.84

54 1.22 0.42 3.39 0.07 ‐0.15 0.13 0.52 ‐1.19 0.15 0.23 1.89 ‐0.98 0.14 0.24 1.88 ‐0.87

55 1.79 0.67 5.42 0.12 ‐0.20 0.10 0.25 ‐0.91 0.07 0.20 1.34 ‐1.06 0.03 0.20 1.73 ‐1.17

56 2.54 0.82 7.01 0.30 ‐0.23 0.10 0.32 ‐0.77 0.02 0.13 0.73 ‐1.02 ‐0.05 0.12 0.99 ‐0.85

57 0.27 0.13 0.93 ‐0.25 ‐0.07 0.16 0.82 ‐0.96 0.14 0.14 0.96 ‐0.41 0.06 0.12 0.77 ‐0.50

58 0.58 0.24 1.68 ‐0.29 ‐0.01 0.22 1.21 ‐1.14 0.13 0.22 1.43 ‐0.68 0.17 0.20 1.42 ‐0.63

59 0.82 0.34 2.40 ‐0.55 ‐0.15 0.23 1.33 ‐1.50 ‐0.19 0.29 1.43 ‐1.26 0.20 0.25 2.01 ‐0.85

60 0.77 0.33 2.44 ‐0.26 ‐0.12 0.21 1.37 ‐1.46 0.23 0.25 2.00 ‐0.87 0.24 0.27 2.27 ‐0.84

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.24 0.43 3.51 0.06 ‐0.15 0.13 0.54 ‐1.13 0.14 0.22 1.71 ‐0.86 0.14 0.24 1.94 ‐0.92

63 1.81 0.69 5.26 0.23 ‐0.21 0.10 0.29 ‐0.90 0.06 0.19 1.31 ‐0.93 0.04 0.20 1.59 ‐0.92

64 2.49 0.84 6.61 0.33 ‐0.24 0.12 0.40 ‐0.91 0.03 0.12 0.74 ‐0.79 ‐0.04 0.12 1.05 ‐0.85

Table B1 ‐  Configuration #2

Array A Array B Array C Array D

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 0o

Tap 

No #
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.13 0.14 0.91 ‐0.56 ‐0.02 0.19 0.95 ‐0.87 0.09 0.17 1.30 ‐0.63 0.10 0.16 1.20 ‐0.59

2 0.22 0.29 1.51 ‐0.97 0.07 0.29 1.60 ‐1.09 0.17 0.24 1.82 ‐0.80 0.22 0.25 1.91 ‐0.77

3 0.46 0.38 2.42 ‐1.03 0.08 0.32 2.10 ‐1.27 0.14 0.25 1.87 ‐0.91 0.18 0.28 2.22 ‐0.87

4 0.75 0.26 2.06 ‐0.26 0.15 0.31 2.17 ‐1.28 0.15 0.24 2.11 ‐0.93 0.20 0.28 2.59 ‐0.81

5 0.77 0.26 1.93 ‐0.48 ‐0.08 0.24 1.57 ‐1.34 0.13 0.23 2.10 ‐0.88 0.20 0.27 2.54 ‐0.85

6 0.93 0.34 2.47 ‐0.58 ‐0.08 0.22 1.46 ‐0.99 0.15 0.22 1.81 ‐1.19 0.21 0.25 2.28 ‐0.82

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 1.18 0.96 5.13 ‐1.16 ‐0.04 0.37 2.82 ‐1.43 0.39 0.43 3.92 ‐1.25 0.58 0.52 3.98 ‐1.12

9 0.02 0.09 0.53 ‐0.50 ‐0.01 0.18 0.98 ‐1.09 0.04 0.12 0.73 ‐0.70 0.08 0.14 0.87 ‐0.58

10 0.25 0.18 1.33 ‐0.62 ‐0.05 0.36 1.52 ‐1.82 0.14 0.21 1.47 ‐0.76 0.18 0.21 1.37 ‐0.68

11 0.49 0.23 1.71 ‐0.48 ‐0.16 0.43 1.73 ‐2.39 0.15 0.25 1.95 ‐0.95 0.15 0.25 1.63 ‐0.83

12 0.75 0.25 2.19 ‐0.11 ‐0.02 0.26 1.66 ‐1.34 0.16 0.25 1.92 ‐1.02 0.16 0.26 1.84 ‐0.84

13 0.81 0.27 2.49 ‐0.14 ‐0.12 0.20 1.05 ‐1.32 0.14 0.23 1.79 ‐0.80 0.16 0.25 1.91 ‐0.82

14 1.19 0.36 2.88 ‐0.06 ‐0.13 0.16 0.80 ‐1.16 0.14 0.21 1.59 ‐0.91 0.16 0.23 1.66 ‐0.85

15 1.80 0.55 4.37 ‐0.11 ‐0.16 0.13 0.69 ‐1.15 0.12 0.19 1.69 ‐0.80 0.13 0.22 1.54 ‐0.79

16 2.39 0.89 5.66 ‐0.33 ‐0.17 0.16 1.41 ‐1.13 0.17 0.24 2.38 ‐0.82 0.23 0.32 2.28 ‐0.75

17 0.19 0.10 0.80 ‐0.18 ‐0.14 0.18 0.79 ‐1.00 0.04 0.15 1.00 ‐0.78 0.08 0.13 0.82 ‐0.69

18 0.30 0.23 1.26 ‐0.76 0.00 0.00 0.00 0.00 0.15 0.21 1.49 ‐0.77 0.00 0.00 0.00 0.00

19 0.21 0.48 1.87 ‐1.42 0.00 0.28 1.90 ‐1.30 0.19 0.25 1.97 ‐0.79 0.22 0.25 2.03 ‐0.86

20 0.87 0.25 2.27 ‐0.14 ‐0.05 0.24 1.39 ‐1.21 0.20 0.26 2.21 ‐0.79 0.22 0.26 2.12 ‐0.74

21 0.87 0.29 2.59 ‐0.07 ‐0.13 0.20 1.03 ‐1.27 0.15 0.25 2.01 ‐0.73 0.19 0.25 2.03 ‐0.88

22 1.14 0.37 3.20 ‐0.01 ‐0.16 0.15 0.68 ‐1.14 0.12 0.23 1.91 ‐0.87 0.14 0.24 1.92 ‐0.86

23 1.70 0.59 4.68 0.11 ‐0.16 0.11 0.65 ‐0.98 0.09 0.20 1.39 ‐0.85 0.09 0.21 1.73 ‐1.22

24 2.82 0.86 7.02 0.05 ‐0.19 0.09 0.40 ‐0.67 0.10 0.18 1.42 ‐0.72 0.06 0.18 1.23 ‐0.87

25 0.06 0.10 0.67 ‐0.52 ‐0.08 0.14 0.62 ‐0.88 0.06 0.12 0.81 ‐0.63 0.02 0.09 0.65 ‐0.61

26 0.29 0.21 1.32 ‐0.39 0.06 0.24 1.49 ‐1.37 0.18 0.21 1.60 ‐0.73 0.20 0.20 1.51 ‐0.53

27 0.57 0.25 1.92 ‐0.23 0.03 0.26 1.69 ‐1.32 0.22 0.25 1.76 ‐0.72 0.25 0.25 1.98 ‐0.70

28 0.73 0.25 2.27 ‐0.09 ‐0.03 0.24 1.49 ‐1.32 0.21 0.26 1.76 ‐0.81 0.24 0.26 2.11 ‐0.96

29 0.87 0.28 2.38 ‐0.02 ‐0.10 0.19 1.04 ‐1.36 0.16 0.25 1.81 ‐0.89 0.20 0.26 2.11 ‐0.91

30 1.07 0.34 2.83 0.09 ‐0.14 0.15 0.70 ‐1.13 0.11 0.23 1.76 ‐0.89 0.14 0.24 1.97 ‐0.81

31 1.40 0.54 4.72 ‐0.10 ‐0.15 0.10 0.42 ‐0.85 0.07 0.20 1.45 ‐1.04 0.06 0.20 1.83 ‐1.23

32 2.21 0.93 7.15 ‐0.36 ‐0.18 0.08 0.31 ‐0.72 0.08 0.15 1.04 ‐0.75 ‐0.01 0.13 1.15 ‐1.00

33 0.23 0.11 0.79 ‐0.22 ‐0.15 0.18 0.77 ‐1.02 0.11 0.12 0.90 ‐0.48 0.06 0.11 0.78 ‐0.52

34 0.37 0.26 1.40 ‐0.71 ‐0.12 0.24 1.23 ‐1.23 0.18 0.20 1.56 ‐0.67 0.16 0.19 1.31 ‐0.64

35 0.36 0.41 1.93 ‐1.12 ‐0.12 0.26 1.39 ‐1.25 0.23 0.25 1.84 ‐0.77 0.25 0.25 2.06 ‐0.68

36 0.89 0.29 2.43 ‐0.14 ‐0.13 0.24 1.31 ‐1.70 0.22 0.26 1.87 ‐0.87 0.23 0.26 2.12 ‐1.01

37 0.87 0.30 3.13 ‐0.15 ‐0.16 0.20 1.01 ‐1.53 0.19 0.25 1.82 ‐0.87 0.20 0.26 2.27 ‐0.94

38 1.08 0.37 3.15 ‐0.04 ‐0.17 0.15 0.70 ‐1.13 0.13 0.23 1.87 ‐0.87 0.12 0.24 2.15 ‐0.84

39 1.48 0.55 4.64 0.03 ‐0.20 0.10 0.31 ‐0.90 0.07 0.20 1.58 ‐1.10 0.02 0.20 1.64 ‐0.98

40 2.15 0.87 6.61 ‐0.13 ‐0.22 0.09 0.32 ‐0.72 0.03 0.13 0.97 ‐0.73 ‐0.03 0.12 0.88 ‐0.78

41 0.18 0.13 0.80 ‐0.28 ‐0.13 0.19 0.84 ‐0.96 0.14 0.13 0.90 ‐0.54 0.07 0.11 0.80 ‐0.55

42 0.32 0.29 1.54 ‐0.57 ‐0.19 0.24 1.39 ‐1.31 0.20 0.20 1.34 ‐0.67 0.21 0.19 1.46 ‐0.66

43 0.65 0.33 2.39 ‐0.43 ‐0.14 0.25 1.53 ‐1.38 0.27 0.24 1.76 ‐0.70 ‐0.03 0.31 1.89 ‐1.02

44 0.70 0.27 2.20 ‐0.16 ‐0.17 0.23 1.29 ‐1.67 0.24 0.26 1.87 ‐0.85 0.15 0.27 1.94 ‐0.94

45 0.77 0.28 2.27 ‐0.44 ‐0.15 0.19 0.95 ‐1.38 0.19 0.25 1.76 ‐1.05 0.20 0.25 1.99 ‐0.78

46 1.07 0.35 3.01 ‐0.12 0.00 0.00 0.00 0.00 0.15 0.23 1.71 ‐1.03 0.00 0.00 0.00 0.00

47 1.54 0.59 5.12 ‐0.24 ‐0.20 0.10 0.39 ‐0.86 0.06 0.19 1.50 ‐0.86 0.02 0.19 1.55 ‐0.88

48 2.21 0.84 6.67 ‐0.21 ‐0.22 0.09 0.28 ‐0.69 0.02 0.13 0.80 ‐0.77 ‐0.04 0.11 0.70 ‐0.81

49 0.26 0.13 0.91 ‐0.27 ‐0.08 0.16 0.90 ‐0.89 0.12 0.13 1.01 ‐0.55 0.07 0.11 0.85 ‐0.49

50 0.25 0.33 1.50 ‐1.05 0.01 0.22 1.48 ‐1.16 0.23 0.20 1.50 ‐0.74 0.20 0.20 1.48 ‐0.52

51 0.44 0.51 2.15 ‐1.88 0.00 0.24 1.51 ‐1.17 0.27 0.23 1.82 ‐0.74 0.19 0.25 1.89 ‐0.73

52 0.81 0.30 2.46 ‐0.11 ‐0.08 0.21 1.29 ‐1.34 0.25 0.25 2.05 ‐0.71 0.23 0.26 2.14 ‐0.74

53 0.91 0.34 3.16 ‐0.13 ‐0.12 0.18 1.09 ‐1.20 0.22 0.24 1.80 ‐0.85 0.22 0.25 2.07 ‐0.82

54 1.20 0.42 3.65 ‐0.09 ‐0.16 0.13 0.61 ‐1.06 0.16 0.22 1.71 ‐1.00 0.13 0.23 1.71 ‐1.01

55 1.58 0.58 5.03 ‐0.04 ‐0.20 0.09 0.22 ‐0.81 0.08 0.19 1.37 ‐0.96 0.01 0.19 1.36 ‐1.12

56 2.36 0.87 7.13 ‐0.08 ‐0.23 0.10 0.29 ‐0.79 0.05 0.13 0.85 ‐0.79 ‐0.06 0.12 0.64 ‐0.80

57 0.22 0.14 0.90 ‐0.32 ‐0.03 0.16 1.03 ‐0.87 0.14 0.13 0.95 ‐0.63 0.08 0.12 0.75 ‐0.47

58 0.51 0.25 1.73 ‐0.31 0.03 0.22 1.52 ‐1.16 0.12 0.21 1.46 ‐0.67 0.20 0.20 1.43 ‐0.60

59 0.69 0.30 2.15 ‐0.22 ‐0.12 0.24 1.39 ‐1.50 ‐0.12 0.29 1.31 ‐1.19 0.22 0.24 1.91 ‐0.69

60 0.76 0.30 2.26 ‐0.18 ‐0.09 0.21 1.17 ‐1.48 0.27 0.25 1.92 ‐0.75 0.28 0.26 2.06 ‐0.64

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.30 0.43 3.73 0.15 ‐0.14 0.13 0.56 ‐1.22 0.23 0.21 1.97 ‐0.72 0.14 0.23 1.82 ‐0.84

63 1.74 0.70 5.68 0.12 ‐0.19 0.10 0.22 ‐0.74 0.09 0.18 1.55 ‐0.91 0.04 0.18 1.30 ‐1.23

64 2.39 0.86 7.08 0.02 ‐0.20 0.11 0.40 ‐0.81 0.07 0.13 0.98 ‐0.67 ‐0.04 0.11 0.66 ‐0.81

Table B1 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 10o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.09 0.13 0.72 ‐0.59 ‐0.06 0.15 0.79 ‐0.97 0.05 0.12 0.81 ‐0.51 0.05 0.11 0.90 ‐0.62

2 0.19 0.22 1.22 ‐0.97 0.00 0.21 1.22 ‐1.14 0.06 0.17 1.06 ‐0.75 0.13 0.17 1.22 ‐0.66

3 0.23 0.37 1.78 ‐1.39 0.03 0.24 1.96 ‐1.26 0.10 0.19 1.58 ‐0.89 0.13 0.21 1.56 ‐0.83

4 0.52 0.30 1.77 ‐0.50 0.02 0.23 1.50 ‐1.37 0.09 0.20 1.90 ‐0.84 0.12 0.22 1.71 ‐0.85

5 0.42 0.33 1.72 ‐0.76 ‐0.10 0.17 1.12 ‐1.27 0.06 0.17 1.62 ‐0.92 0.06 0.20 1.47 ‐0.78

6 0.38 0.41 1.82 ‐1.19 ‐0.11 0.15 0.74 ‐1.22 0.03 0.16 1.34 ‐1.23 0.03 0.18 1.30 ‐1.00

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.27 0.46 3.70 ‐1.30 ‐0.15 0.14 1.61 ‐1.42 0.06 0.14 1.46 ‐0.76 0.03 0.16 1.39 ‐0.79

9 0.00 0.10 0.49 ‐0.63 0.02 0.15 0.88 ‐1.02 0.03 0.10 0.64 ‐0.62 0.07 0.10 0.75 ‐0.70

10 0.25 0.19 1.21 ‐0.54 0.17 0.25 1.57 ‐1.23 0.18 0.19 1.32 ‐0.57 0.18 0.18 1.49 ‐0.92

11 0.47 0.27 1.67 ‐0.70 ‐0.26 0.44 1.63 ‐2.25 0.19 0.23 1.87 ‐0.70 0.20 0.22 1.46 ‐0.92

12 0.76 0.29 2.11 ‐0.41 0.02 0.24 1.53 ‐1.34 0.19 0.24 1.89 ‐0.95 0.20 0.24 1.60 ‐1.01

13 0.66 0.32 1.93 ‐0.66 ‐0.05 0.19 1.03 ‐1.15 0.12 0.22 1.79 ‐0.81 0.14 0.23 1.68 ‐1.02

14 0.74 0.48 2.43 ‐0.76 ‐0.09 0.15 0.92 ‐1.13 0.06 0.19 1.55 ‐0.86 0.08 0.21 1.68 ‐1.03

15 0.96 0.74 3.65 ‐0.80 ‐0.16 0.10 0.54 ‐0.95 0.06 0.17 1.43 ‐1.01 ‐0.01 0.18 1.27 ‐1.17

16 0.85 0.94 5.15 ‐1.12 ‐0.16 0.08 0.58 ‐0.70 0.08 0.13 0.94 ‐0.76 ‐0.04 0.12 0.91 ‐0.78

17 0.19 0.11 0.84 ‐0.30 ‐0.15 0.17 0.85 ‐1.08 0.07 0.13 0.75 ‐0.50 0.08 0.11 0.74 ‐0.47

18 0.20 0.26 1.29 ‐1.08 0.00 0.00 0.00 0.00 0.17 0.19 1.28 ‐0.63 0.00 0.00 0.00 0.00

19 0.27 0.50 1.73 ‐1.56 0.02 0.26 1.52 ‐1.29 0.23 0.23 1.62 ‐0.72 0.20 0.22 1.56 ‐0.76

20 0.88 0.26 2.19 ‐0.09 ‐0.01 0.23 1.40 ‐1.38 0.24 0.24 1.74 ‐0.80 0.21 0.24 1.61 ‐0.77

21 0.88 0.30 2.33 ‐0.36 ‐0.10 0.19 1.15 ‐1.30 0.16 0.23 1.73 ‐0.92 0.16 0.23 1.72 ‐0.77

22 1.06 0.42 2.86 ‐0.50 ‐0.15 0.15 0.66 ‐1.08 0.10 0.21 1.77 ‐0.93 0.06 0.22 1.64 ‐1.03

23 1.26 0.69 3.90 ‐0.81 ‐0.14 0.10 0.37 ‐0.90 0.07 0.19 1.55 ‐1.03 ‐0.02 0.18 1.34 ‐1.29

24 1.65 1.16 6.15 ‐0.85 ‐0.16 0.09 0.64 ‐0.79 0.04 0.13 0.93 ‐0.83 ‐0.06 0.11 0.68 ‐0.86

25 0.03 0.09 0.50 ‐0.48 ‐0.05 0.12 0.59 ‐0.80 0.06 0.11 0.68 ‐0.66 0.02 0.08 0.52 ‐0.57

26 0.25 0.18 1.22 ‐0.46 0.13 0.23 1.42 ‐0.91 0.23 0.19 1.36 ‐0.62 0.23 0.18 1.37 ‐0.56

27 0.49 0.23 1.71 ‐0.31 0.08 0.25 1.62 ‐1.26 0.27 0.23 1.84 ‐0.71 0.27 0.23 1.72 ‐0.66

28 0.71 0.24 2.10 ‐0.07 0.02 0.24 1.52 ‐1.36 0.26 0.24 1.77 ‐0.73 0.25 0.24 1.80 ‐0.81

29 0.82 0.28 2.37 ‐0.25 ‐0.08 0.19 1.27 ‐1.34 0.21 0.23 1.87 ‐0.91 0.19 0.23 1.78 ‐0.77

30 1.09 0.40 3.04 ‐0.24 ‐0.12 0.15 0.69 ‐1.12 0.12 0.22 1.81 ‐0.99 0.11 0.22 1.66 ‐0.96

31 1.58 0.59 4.52 ‐0.40 ‐0.12 0.10 0.35 ‐0.94 0.07 0.18 1.66 ‐1.11 0.02 0.18 1.23 ‐0.91

32 2.31 0.95 6.54 ‐0.57 ‐0.12 0.09 0.50 ‐0.65 0.09 0.13 0.82 ‐0.69 ‐0.05 0.11 0.62 ‐1.17

33 0.24 0.11 0.87 ‐0.23 ‐0.16 0.17 0.67 ‐1.04 0.12 0.11 0.80 ‐0.44 0.05 0.10 0.70 ‐0.44

34 0.40 0.21 1.28 ‐0.70 ‐0.07 0.21 1.17 ‐1.24 0.21 0.18 1.24 ‐0.54 0.15 0.17 1.25 ‐0.49

35 0.19 0.41 1.72 ‐1.35 ‐0.03 0.24 1.70 ‐1.21 0.27 0.22 1.63 ‐0.72 0.24 0.22 1.78 ‐0.54

36 0.87 0.26 2.32 ‐0.05 ‐0.03 0.23 1.72 ‐1.55 0.29 0.24 1.80 ‐0.62 0.24 0.24 1.98 ‐0.70

37 0.81 0.28 2.48 ‐0.17 ‐0.10 0.19 1.06 ‐1.29 0.25 0.24 1.82 ‐0.90 0.19 0.23 1.69 ‐0.71

38 1.02 0.35 3.08 ‐0.02 ‐0.12 0.15 0.71 ‐1.24 0.19 0.22 1.75 ‐0.99 0.12 0.21 1.76 ‐0.92

39 1.56 0.60 4.84 ‐0.08 ‐0.16 0.11 0.33 ‐0.97 0.10 0.19 1.50 ‐0.98 0.00 0.18 1.28 ‐1.13

40 2.63 0.89 6.52 ‐0.34 ‐0.14 0.09 0.40 ‐0.59 0.04 0.13 0.98 ‐0.77 ‐0.05 0.11 0.58 ‐0.94

41 0.17 0.11 0.84 ‐0.35 ‐0.12 0.17 0.74 ‐0.91 0.17 0.12 0.93 ‐0.34 0.08 0.10 0.73 ‐0.43

42 0.21 0.25 1.35 ‐0.71 ‐0.11 0.21 1.20 ‐1.32 0.24 0.18 1.32 ‐0.50 0.20 0.18 1.31 ‐0.59

43 0.51 0.32 1.98 ‐0.61 ‐0.16 0.25 1.29 ‐1.45 0.34 0.23 1.84 ‐0.48 ‐0.11 0.28 1.69 ‐1.08

44 0.68 0.25 2.07 ‐0.14 ‐0.06 0.23 1.31 ‐1.28 0.32 0.24 1.91 ‐0.66 0.21 0.25 1.87 ‐0.73

45 0.70 0.26 2.10 ‐0.19 ‐0.08 0.19 1.32 ‐1.34 0.25 0.23 1.93 ‐0.84 0.22 0.23 2.01 ‐0.81

46 0.99 0.33 2.75 ‐0.14 0.00 0.00 0.00 0.00 0.23 0.22 1.81 ‐0.94 0.00 0.00 0.00 0.00

47 1.35 0.55 4.87 ‐0.22 ‐0.14 0.11 0.41 ‐0.97 0.13 0.19 1.29 ‐1.08 0.03 0.17 1.30 ‐0.94

48 2.04 0.88 7.03 ‐0.14 ‐0.13 0.09 0.43 ‐0.60 0.09 0.14 0.86 ‐0.75 ‐0.04 0.12 0.66 ‐0.74

49 0.27 0.12 0.87 ‐0.22 ‐0.06 0.15 0.92 ‐0.91 0.15 0.12 0.99 ‐0.43 0.05 0.10 0.61 ‐0.53

50 0.28 0.30 1.45 ‐1.10 0.08 0.21 1.66 ‐0.96 0.29 0.19 1.46 ‐0.65 0.16 0.18 1.20 ‐0.64

51 0.14 0.59 1.96 ‐2.10 0.05 0.23 1.60 ‐1.27 0.32 0.23 1.88 ‐0.61 0.13 0.23 1.55 ‐0.64

52 0.77 0.28 2.32 ‐0.19 0.02 0.21 1.50 ‐1.21 0.32 0.24 2.03 ‐0.76 0.23 0.24 1.81 ‐0.62

53 0.81 0.29 2.66 ‐0.32 ‐0.01 0.18 1.09 ‐1.11 0.29 0.23 1.88 ‐0.75 0.22 0.24 1.75 ‐0.81

54 1.02 0.38 3.43 ‐0.28 ‐0.07 0.14 0.80 ‐1.01 0.23 0.21 1.74 ‐0.66 0.14 0.21 1.59 ‐0.91

55 1.35 0.54 4.87 ‐0.11 ‐0.11 0.11 0.38 ‐0.95 0.15 0.18 1.41 ‐0.98 0.04 0.18 1.21 ‐0.97

56 2.00 0.89 7.10 ‐0.40 ‐0.12 0.10 0.41 ‐0.62 0.14 0.15 0.89 ‐0.74 ‐0.02 0.13 0.66 ‐0.89

57 0.17 0.13 0.92 ‐0.35 0.01 0.15 1.00 ‐0.66 0.17 0.13 1.04 ‐0.40 0.05 0.11 0.77 ‐0.51

58 0.45 0.28 1.65 ‐0.45 0.15 0.21 1.42 ‐0.93 0.21 0.21 1.59 ‐0.70 0.15 0.19 1.31 ‐0.69

59 0.64 0.28 2.21 ‐0.39 0.04 0.23 1.52 ‐1.39 0.20 0.29 2.02 ‐1.35 0.22 0.23 1.68 ‐0.65

60 0.71 0.27 2.28 ‐0.34 0.04 0.21 1.47 ‐1.33 0.38 0.25 1.91 ‐0.72 0.24 0.24 1.85 ‐0.84

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.16 0.37 3.24 ‐0.20 ‐0.07 0.13 0.82 ‐1.00 0.36 0.21 1.81 ‐0.70 0.13 0.21 1.88 ‐0.77

63 1.35 0.56 4.81 ‐0.27 ‐0.09 0.10 0.37 ‐0.97 0.14 0.18 1.22 ‐0.83 0.07 0.17 1.30 ‐0.98

64 2.00 0.87 7.27 ‐0.28 ‐0.09 0.10 0.52 ‐0.59 0.16 0.14 1.05 ‐0.80 0.04 0.13 0.75 ‐0.82

Table B3 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o
, θ = 20

o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.08 0.12 0.64 ‐0.48 ‐0.04 0.13 0.68 ‐0.76 0.05 0.09 0.73 ‐0.54 0.02 0.08 0.56 ‐0.42

2 0.15 0.19 0.98 ‐0.97 0.04 0.18 1.19 ‐0.83 0.06 0.13 0.93 ‐0.65 0.06 0.13 0.99 ‐0.62

3 0.08 0.37 1.30 ‐1.58 0.03 0.20 1.44 ‐1.28 0.12 0.15 1.19 ‐0.76 0.09 0.15 1.19 ‐0.57

4 0.43 0.26 1.68 ‐0.70 0.00 0.21 1.32 ‐1.14 0.12 0.16 1.39 ‐0.94 0.07 0.17 1.34 ‐0.68

5 0.34 0.28 1.36 ‐0.72 ‐0.11 0.16 0.74 ‐1.01 0.08 0.15 1.25 ‐0.75 0.02 0.15 1.21 ‐0.71

6 0.26 0.38 1.52 ‐1.09 ‐0.08 0.13 0.69 ‐1.01 0.02 0.14 1.00 ‐0.98 ‐0.01 0.14 1.28 ‐0.81

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.15 0.45 3.36 ‐1.17 ‐0.14 0.06 0.49 ‐0.92 0.03 0.10 0.51 ‐0.81 ‐0.04 0.08 0.41 ‐0.80

9 ‐0.01 0.10 0.48 ‐0.55 0.07 0.14 0.91 ‐0.77 0.02 0.08 0.50 ‐0.54 0.04 0.08 0.56 ‐0.43

10 0.27 0.17 1.34 ‐0.47 0.29 0.23 1.50 ‐0.98 0.20 0.16 1.14 ‐0.52 0.13 0.15 1.15 ‐0.49

11 0.45 0.25 1.67 ‐0.59 ‐0.10 0.43 1.64 ‐1.83 0.23 0.19 1.38 ‐0.58 0.16 0.18 1.36 ‐0.50

12 0.71 0.28 1.98 ‐0.50 0.16 0.26 1.64 ‐0.98 0.23 0.20 1.60 ‐0.61 0.16 0.20 1.57 ‐0.74

13 0.57 0.29 1.69 ‐0.60 0.02 0.20 1.20 ‐1.02 0.15 0.19 1.41 ‐0.83 0.10 0.18 1.77 ‐0.69

14 0.55 0.39 1.99 ‐0.72 ‐0.09 0.15 0.81 ‐1.13 0.07 0.16 1.22 ‐0.68 0.05 0.17 1.53 ‐0.97

15 0.64 0.57 2.86 ‐0.77 ‐0.16 0.10 0.45 ‐0.96 0.08 0.15 1.29 ‐0.92 ‐0.03 0.14 1.13 ‐1.08

16 0.51 0.66 4.80 ‐1.03 ‐0.15 0.07 0.20 ‐0.57 0.09 0.12 0.73 ‐0.89 ‐0.05 0.10 0.52 ‐0.70

17 0.21 0.11 0.76 ‐0.25 ‐0.08 0.15 0.72 ‐0.87 0.06 0.11 0.69 ‐0.45 0.04 0.10 0.67 ‐0.45

18 0.28 0.25 1.11 ‐0.85 0.00 0.00 0.00 0.00 0.17 0.16 1.24 ‐0.57 0.00 0.00 0.00 0.00

19 0.21 0.45 1.61 ‐1.49 0.03 0.27 1.55 ‐1.24 0.26 0.20 1.66 ‐0.43 0.14 0.19 1.37 ‐0.72

20 0.85 0.26 1.95 ‐0.34 0.07 0.24 1.67 ‐1.08 0.29 0.21 1.68 ‐0.59 0.14 0.20 1.56 ‐0.72

21 0.82 0.32 2.32 ‐0.65 ‐0.06 0.20 1.38 ‐1.09 0.22 0.20 1.52 ‐0.55 0.11 0.19 1.75 ‐0.72

22 0.93 0.43 2.60 ‐0.86 ‐0.15 0.15 0.92 ‐1.22 0.15 0.19 1.42 ‐0.97 0.04 0.18 1.68 ‐0.97

23 0.91 0.60 3.21 ‐0.84 ‐0.13 0.11 0.48 ‐1.00 0.12 0.16 1.26 ‐0.81 0.00 0.16 1.10 ‐1.00

24 1.00 0.88 5.10 ‐0.86 ‐0.13 0.08 0.34 ‐0.55 0.09 0.13 0.77 ‐0.73 ‐0.03 0.11 0.60 ‐0.76

25 0.02 0.09 0.48 ‐0.46 ‐0.03 0.11 0.60 ‐0.63 0.05 0.09 0.59 ‐0.51 ‐0.01 0.07 0.41 ‐0.57

26 0.24 0.16 1.19 ‐0.44 0.22 0.22 1.53 ‐0.95 0.22 0.17 1.35 ‐0.62 0.19 0.16 1.19 ‐0.40

27 0.49 0.21 1.64 ‐0.48 0.20 0.25 1.91 ‐0.90 0.28 0.21 1.62 ‐0.63 0.21 0.20 1.60 ‐0.56

28 0.74 0.22 1.91 ‐0.24 0.10 0.23 1.91 ‐1.02 0.29 0.22 1.88 ‐0.53 0.17 0.21 1.73 ‐0.59

29 0.78 0.26 2.02 ‐0.35 ‐0.01 0.19 1.55 ‐1.07 0.27 0.21 2.00 ‐0.53 0.13 0.20 1.74 ‐0.66

30 0.94 0.39 2.63 ‐0.49 ‐0.08 0.15 0.90 ‐1.10 0.18 0.20 1.64 ‐0.66 0.09 0.18 1.60 ‐0.83

31 1.42 0.66 3.88 ‐0.58 ‐0.10 0.11 0.44 ‐0.99 0.13 0.17 1.21 ‐0.84 0.04 0.15 1.05 ‐0.96

32 1.72 1.04 6.01 ‐0.69 ‐0.09 0.08 0.49 ‐0.57 0.15 0.13 0.92 ‐0.58 0.00 0.12 0.62 ‐0.69

33 0.28 0.12 0.92 ‐0.30 ‐0.10 0.15 0.69 ‐0.84 0.11 0.10 0.71 ‐0.34 0.00 0.09 0.56 ‐0.44

34 0.25 0.28 1.25 ‐1.39 0.02 0.19 1.14 ‐1.05 0.20 0.16 1.24 ‐0.42 0.10 0.15 1.00 ‐0.56

35 0.33 0.42 1.76 ‐1.40 0.04 0.23 1.41 ‐1.06 0.26 0.20 1.45 ‐0.50 0.18 0.19 1.44 ‐0.59

36 0.89 0.23 2.16 0.04 0.08 0.23 1.43 ‐1.13 0.30 0.22 1.62 ‐0.64 0.18 0.21 1.65 ‐0.89

37 0.86 0.26 2.23 ‐0.06 ‐0.03 0.19 1.32 ‐1.06 0.28 0.21 1.80 ‐0.45 0.14 0.20 1.64 ‐0.65

38 1.06 0.35 2.81 ‐0.19 ‐0.07 0.16 0.83 ‐1.21 0.25 0.20 1.87 ‐0.61 0.12 0.18 1.48 ‐0.79

39 1.43 0.55 4.07 ‐0.40 ‐0.12 0.12 0.42 ‐0.97 0.18 0.17 1.34 ‐0.69 0.04 0.16 1.04 ‐1.01

40 2.44 1.08 6.54 ‐0.73 ‐0.09 0.10 0.60 ‐0.59 0.14 0.15 0.89 ‐0.76 0.04 0.13 0.75 ‐0.69

41 0.17 0.10 0.70 ‐0.34 ‐0.06 0.14 0.84 ‐0.78 0.16 0.10 0.85 ‐0.34 0.05 0.09 0.58 ‐0.56

42 0.18 0.18 1.22 ‐0.67 ‐0.04 0.20 1.27 ‐0.92 0.22 0.17 1.24 ‐0.57 0.13 0.16 1.25 ‐0.79

43 0.41 0.24 1.80 ‐0.47 ‐0.02 0.25 1.60 ‐1.14 0.34 0.21 1.71 ‐0.46 ‐0.05 0.27 1.44 ‐1.15

44 0.68 0.24 1.93 ‐0.17 0.06 0.23 1.49 ‐1.06 0.32 0.22 1.86 ‐0.49 0.16 0.22 1.83 ‐0.83

45 0.63 0.24 1.84 ‐0.20 0.01 0.19 1.31 ‐1.02 0.26 0.21 1.68 ‐0.66 0.13 0.20 1.71 ‐0.83

46 1.04 0.35 2.70 ‐0.04 0.00 0.00 0.00 0.00 0.26 0.19 1.59 ‐0.59 0.00 0.00 0.00 0.00

47 1.53 0.54 4.27 ‐0.20 ‐0.10 0.11 0.60 ‐1.04 0.19 0.17 1.38 ‐0.76 0.05 0.15 1.11 ‐0.88

48 2.35 0.75 5.97 ‐0.18 ‐0.08 0.09 0.51 ‐0.61 0.19 0.15 0.98 ‐0.57 0.05 0.13 0.76 ‐0.62

49 0.28 0.12 0.94 ‐0.19 ‐0.05 0.13 0.85 ‐0.75 0.14 0.11 0.91 ‐0.41 ‐0.01 0.09 0.54 ‐0.55

50 0.40 0.25 1.34 ‐1.01 0.15 0.20 1.62 ‐0.79 0.30 0.17 1.46 ‐0.35 0.07 0.16 1.13 ‐0.63

51 ‐0.16 0.57 1.62 ‐2.19 ‐0.04 0.29 1.63 ‐1.83 0.31 0.21 1.72 ‐0.59 0.09 0.20 1.69 ‐0.92

52 0.77 0.27 2.14 ‐0.12 0.09 0.21 1.65 ‐1.00 0.31 0.22 1.85 ‐0.61 0.14 0.20 1.78 ‐0.80

53 0.74 0.27 2.25 ‐0.31 0.08 0.19 1.22 ‐1.09 0.29 0.21 1.90 ‐0.54 0.13 0.20 1.99 ‐0.94

54 0.94 0.35 3.22 ‐0.28 0.01 0.14 0.75 ‐1.22 0.26 0.19 1.89 ‐0.57 0.11 0.18 1.62 ‐0.88

55 1.36 0.54 4.39 ‐0.09 ‐0.06 0.11 0.55 ‐0.87 0.22 0.17 1.43 ‐0.87 0.10 0.15 0.99 ‐0.78

56 2.55 0.98 7.28 ‐0.32 ‐0.06 0.11 0.60 ‐0.52 0.28 0.16 1.07 ‐0.51 0.12 0.14 0.85 ‐0.54

57 0.17 0.11 0.80 ‐0.29 0.09 0.15 0.97 ‐0.52 0.15 0.12 0.92 ‐0.47 0.03 0.09 0.72 ‐0.51

58 0.40 0.27 1.61 ‐0.39 0.37 0.23 1.69 ‐0.71 0.28 0.20 1.49 ‐0.61 0.10 0.15 1.30 ‐0.55

59 0.59 0.27 2.05 ‐0.23 0.35 0.25 1.80 ‐0.83 0.32 0.23 1.84 ‐0.57 0.16 0.18 1.75 ‐0.63

60 0.67 0.24 1.98 ‐0.17 0.26 0.23 1.83 ‐0.73 0.31 0.22 2.10 ‐0.63 0.17 0.19 1.85 ‐0.87

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.08 0.33 2.88 ‐0.01 ‐0.07 0.14 0.75 ‐1.03 0.43 0.19 2.21 ‐0.47 0.14 0.17 1.56 ‐0.76

63 1.17 0.50 4.59 ‐0.42 ‐0.05 0.11 0.66 ‐0.80 0.22 0.16 1.65 ‐0.72 0.15 0.14 1.08 ‐0.68

64 1.80 0.88 7.29 ‐0.53 ‐0.03 0.10 0.54 ‐0.59 0.31 0.16 1.15 ‐0.45 0.19 0.15 0.94 ‐0.44

Table B4 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 30o

Tap 

No #

Array A Array B Array C Array D

Page 79 of 225



Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.07 0.11 0.57 ‐0.66 ‐0.03 0.11 0.53 ‐0.67 0.05 0.07 0.50 ‐0.38 0.00 0.07 0.57 ‐0.49

2 0.12 0.18 0.92 ‐0.88 0.08 0.17 0.87 ‐0.86 0.08 0.11 0.69 ‐0.51 0.02 0.10 0.70 ‐0.50

3 0.03 0.36 1.19 ‐1.58 0.09 0.19 1.04 ‐0.79 0.13 0.13 1.21 ‐0.50 0.02 0.13 0.94 ‐0.65

4 0.38 0.24 1.31 ‐0.77 ‐0.04 0.22 1.02 ‐1.12 0.13 0.14 1.39 ‐0.61 0.01 0.13 0.96 ‐0.62

5 0.30 0.25 1.27 ‐0.76 ‐0.09 0.16 0.85 ‐0.91 0.10 0.13 1.01 ‐0.68 ‐0.02 0.12 0.95 ‐0.69

6 0.21 0.33 1.32 ‐1.03 ‐0.07 0.13 0.62 ‐0.95 0.05 0.13 0.98 ‐0.88 ‐0.01 0.11 0.90 ‐0.78

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.10 0.41 2.92 ‐1.24 ‐0.14 0.06 0.21 ‐0.53 0.06 0.10 0.55 ‐0.78 ‐0.01 0.07 0.40 ‐0.71

9 0.00 0.10 0.51 ‐0.49 0.09 0.12 0.81 ‐0.74 0.00 0.07 0.36 ‐0.53 0.02 0.07 0.51 ‐0.40

10 0.29 0.17 1.10 ‐0.50 0.38 0.24 1.50 ‐0.70 0.18 0.14 1.02 ‐0.61 0.10 0.13 0.92 ‐0.54

11 0.43 0.25 1.42 ‐0.82 0.46 0.40 1.96 ‐1.33 0.20 0.18 1.35 ‐0.54 0.09 0.15 1.09 ‐0.72

12 0.67 0.29 1.77 ‐0.60 0.42 0.29 2.04 ‐0.84 0.23 0.19 1.56 ‐0.61 0.08 0.16 1.28 ‐0.83

13 0.49 0.28 1.60 ‐0.82 0.04 0.22 1.24 ‐0.91 0.15 0.17 1.60 ‐0.59 0.03 0.15 1.14 ‐0.72

14 0.42 0.34 1.63 ‐0.81 ‐0.11 0.16 0.81 ‐0.96 0.09 0.15 1.40 ‐0.76 0.03 0.14 1.18 ‐0.85

15 0.48 0.47 2.49 ‐0.87 ‐0.20 0.11 0.47 ‐0.94 0.11 0.15 1.31 ‐0.92 ‐0.03 0.12 0.89 ‐0.97

16 0.37 0.53 3.65 ‐0.98 ‐0.17 0.07 0.27 ‐0.59 0.14 0.12 0.95 ‐0.66 ‐0.02 0.09 0.61 ‐0.63

17 0.20 0.12 0.77 ‐0.31 ‐0.06 0.13 0.91 ‐0.73 0.02 0.10 0.59 ‐0.52 0.01 0.08 0.60 ‐0.46

18 0.26 0.25 1.15 ‐0.99 0.00 0.00 0.00 0.00 0.13 0.14 1.05 ‐0.71 0.00 0.00 0.00 0.00

19 0.00 0.50 1.38 ‐1.92 ‐0.28 0.38 1.41 ‐1.81 0.24 0.17 1.25 ‐0.61 0.04 0.17 1.15 ‐0.77

20 0.80 0.26 1.80 ‐0.42 0.13 0.25 1.64 ‐0.92 0.28 0.19 1.45 ‐0.59 0.05 0.16 1.38 ‐0.71

21 0.72 0.30 1.97 ‐0.54 ‐0.03 0.20 1.32 ‐0.95 0.23 0.18 1.67 ‐0.60 0.05 0.16 1.35 ‐0.74

22 0.80 0.42 2.27 ‐0.69 ‐0.16 0.16 0.81 ‐1.18 0.20 0.17 1.56 ‐0.79 0.02 0.15 1.14 ‐0.87

23 0.72 0.50 2.58 ‐0.87 ‐0.13 0.12 0.49 ‐0.92 0.20 0.15 1.15 ‐0.74 0.04 0.13 0.95 ‐0.76

24 0.68 0.70 4.69 ‐1.22 ‐0.13 0.08 0.32 ‐0.55 0.16 0.13 0.86 ‐0.52 0.03 0.10 0.62 ‐0.67

25 ‐0.01 0.09 0.39 ‐0.51 ‐0.07 0.09 0.51 ‐0.65 0.01 0.08 0.44 ‐0.42 ‐0.02 0.06 0.31 ‐0.45

26 0.22 0.15 0.98 ‐0.50 0.17 0.20 1.38 ‐0.70 0.17 0.14 1.06 ‐0.48 0.14 0.13 1.03 ‐0.59

27 0.45 0.20 1.50 ‐0.48 0.18 0.24 1.60 ‐0.93 0.23 0.18 1.47 ‐0.59 0.14 0.16 1.25 ‐0.55

28 0.70 0.23 1.79 ‐0.38 0.13 0.23 1.60 ‐0.95 0.25 0.19 1.74 ‐0.57 0.11 0.17 1.42 ‐0.59

29 0.74 0.26 1.97 ‐0.44 0.03 0.20 1.33 ‐1.00 0.24 0.18 1.56 ‐0.50 0.09 0.16 1.54 ‐0.66

30 0.77 0.37 2.44 ‐0.61 ‐0.05 0.16 1.03 ‐0.86 0.17 0.17 1.61 ‐0.58 0.07 0.15 1.32 ‐0.70

31 1.00 0.62 3.46 ‐0.74 ‐0.10 0.12 0.67 ‐0.81 0.16 0.16 1.09 ‐0.69 0.05 0.13 0.87 ‐0.67

32 1.14 0.85 4.69 ‐0.65 ‐0.11 0.08 0.41 ‐0.64 0.24 0.14 0.95 ‐0.45 0.06 0.11 0.66 ‐0.48

33 0.29 0.11 0.87 ‐0.19 ‐0.16 0.15 0.56 ‐0.93 0.10 0.09 0.62 ‐0.34 ‐0.01 0.08 0.44 ‐0.47

34 0.32 0.24 1.21 ‐1.02 0.04 0.17 1.02 ‐0.97 0.18 0.14 1.04 ‐0.51 0.10 0.12 0.87 ‐0.51

35 0.13 0.44 1.60 ‐1.49 0.06 0.21 1.41 ‐1.02 0.22 0.17 1.39 ‐0.52 0.16 0.15 1.12 ‐0.52

36 0.80 0.25 1.97 ‐0.11 0.12 0.22 1.33 ‐1.08 0.26 0.18 1.66 ‐0.62 0.15 0.16 1.31 ‐0.68

37 0.77 0.27 2.30 ‐0.28 0.03 0.19 1.24 ‐0.91 0.25 0.18 1.69 ‐0.47 0.10 0.16 1.33 ‐0.63

38 0.99 0.35 2.70 ‐0.47 ‐0.02 0.17 1.07 ‐0.81 0.25 0.17 1.48 ‐0.50 0.12 0.14 1.26 ‐0.58

39 1.21 0.52 3.54 ‐0.62 ‐0.09 0.13 0.66 ‐0.98 0.24 0.15 1.14 ‐0.51 0.10 0.13 0.91 ‐0.64

40 1.77 1.03 6.07 ‐0.70 ‐0.08 0.09 0.44 ‐0.55 0.25 0.15 0.99 ‐0.44 0.12 0.12 0.79 ‐0.38

41 0.17 0.10 0.81 ‐0.27 ‐0.05 0.11 0.68 ‐0.60 0.15 0.09 0.71 ‐0.37 0.03 0.07 0.52 ‐0.37

42 0.14 0.15 1.01 ‐0.55 ‐0.02 0.18 1.26 ‐0.96 0.17 0.15 1.13 ‐0.53 0.08 0.14 0.95 ‐0.50

43 0.32 0.23 1.54 ‐0.58 0.09 0.21 1.42 ‐1.00 0.30 0.18 1.57 ‐0.47 0.07 0.18 1.17 ‐0.77

44 0.62 0.21 1.97 ‐0.17 0.14 0.21 1.53 ‐0.95 0.28 0.19 1.62 ‐0.59 0.11 0.17 1.25 ‐0.59

45 0.50 0.23 1.80 ‐0.30 0.07 0.19 1.37 ‐0.98 0.20 0.17 1.52 ‐0.58 0.08 0.16 1.27 ‐0.61

46 0.85 0.31 2.50 ‐0.23 0.00 0.00 0.00 0.00 0.22 0.16 1.44 ‐0.49 0.00 0.00 0.00 0.00

47 1.47 0.56 4.18 ‐0.43 ‐0.09 0.11 0.51 ‐0.76 0.19 0.15 1.04 ‐0.64 0.05 0.12 0.74 ‐0.64

48 2.01 0.87 5.37 ‐0.55 ‐0.08 0.09 0.48 ‐0.60 0.26 0.15 0.95 ‐0.46 0.09 0.12 0.83 ‐0.40

49 0.30 0.12 0.94 ‐0.23 0.02 0.13 0.74 ‐0.71 0.14 0.10 0.72 ‐0.35 ‐0.04 0.09 0.43 ‐0.47

50 0.31 0.28 1.30 ‐1.16 0.26 0.20 1.46 ‐0.82 0.26 0.17 1.23 ‐0.36 0.06 0.14 0.87 ‐0.50

51 ‐0.03 0.54 1.50 ‐2.08 ‐0.27 0.44 1.53 ‐2.23 0.29 0.18 1.43 ‐0.52 0.07 0.17 1.10 ‐0.68

52 0.69 0.25 2.02 ‐0.09 0.24 0.23 1.55 ‐0.71 0.27 0.18 1.52 ‐0.49 0.12 0.16 1.23 ‐0.52

53 0.74 0.26 2.31 ‐0.15 0.16 0.19 1.41 ‐0.73 0.27 0.17 1.55 ‐0.52 0.12 0.15 1.36 ‐0.63

54 0.94 0.34 3.51 ‐0.08 0.02 0.15 0.80 ‐0.77 0.27 0.16 1.48 ‐0.57 0.12 0.14 1.11 ‐0.55

55 1.25 0.46 3.65 ‐0.23 ‐0.01 0.13 0.60 ‐0.68 0.27 0.14 1.16 ‐0.56 0.15 0.13 0.91 ‐0.47

56 2.70 0.99 7.08 ‐0.39 ‐0.03 0.11 0.60 ‐0.56 0.38 0.16 1.14 ‐0.41 0.20 0.14 0.92 ‐0.38

57 0.16 0.10 0.73 ‐0.28 0.03 0.14 1.17 ‐0.50 0.10 0.10 0.73 ‐0.35 0.04 0.09 0.59 ‐0.35

58 0.26 0.20 1.51 ‐0.48 0.27 0.26 1.77 ‐0.68 0.17 0.16 1.09 ‐0.50 0.13 0.14 0.98 ‐0.45

59 0.43 0.24 1.83 ‐0.34 0.33 0.31 1.90 ‐0.73 0.21 0.18 1.36 ‐0.60 0.17 0.16 1.23 ‐0.51

60 0.57 0.23 2.00 ‐0.26 0.09 0.27 1.59 ‐0.91 0.27 0.18 1.49 ‐0.59 0.17 0.16 1.10 ‐0.51

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.13 0.37 3.09 0.07 ‐0.03 0.16 0.90 ‐0.78 0.47 0.16 1.47 ‐0.38 0.15 0.14 1.08 ‐0.54

63 1.25 0.51 4.04 ‐0.20 ‐0.04 0.13 0.65 ‐0.66 0.24 0.14 1.10 ‐0.61 0.18 0.13 0.91 ‐0.54

64 2.20 0.86 6.15 ‐0.24 0.01 0.11 0.59 ‐0.44 0.37 0.17 1.27 ‐0.28 0.23 0.15 1.00 ‐0.35

Table B5 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 40o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.04 0.09 0.58 ‐0.46 ‐0.04 0.09 0.48 ‐0.55 0.05 0.06 0.55 ‐0.41 ‐0.03 0.06 0.34 ‐0.41

2 0.05 0.16 0.80 ‐0.98 0.11 0.15 0.85 ‐0.53 0.09 0.09 0.68 ‐0.50 0.00 0.09 0.60 ‐0.50

3 ‐0.06 0.34 0.93 ‐1.55 0.12 0.17 0.94 ‐0.63 0.12 0.10 0.88 ‐0.48 ‐0.06 0.11 0.69 ‐0.72

4 0.32 0.22 1.18 ‐0.91 0.09 0.24 1.21 ‐0.92 0.11 0.11 1.09 ‐0.49 ‐0.03 0.11 0.85 ‐0.61

5 0.24 0.22 1.11 ‐0.80 0.02 0.16 0.83 ‐0.77 0.08 0.10 1.01 ‐0.58 ‐0.05 0.10 0.87 ‐0.62

6 0.13 0.31 1.19 ‐1.10 ‐0.06 0.14 0.87 ‐0.82 0.07 0.11 0.78 ‐0.70 ‐0.01 0.10 0.78 ‐0.78

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.04 0.34 2.75 ‐1.26 ‐0.15 0.07 0.22 ‐0.63 0.10 0.10 0.59 ‐0.61 0.00 0.07 0.47 ‐0.66

9 ‐0.01 0.10 0.37 ‐0.51 0.03 0.11 0.77 ‐0.56 ‐0.02 0.06 0.34 ‐0.39 0.01 0.06 0.41 ‐0.48

10 0.23 0.16 1.16 ‐0.62 0.23 0.28 1.40 ‐0.65 0.15 0.13 0.98 ‐0.54 0.09 0.12 0.85 ‐0.68

11 0.36 0.21 1.30 ‐0.94 0.43 0.50 1.99 ‐1.06 0.15 0.15 1.21 ‐0.53 0.06 0.14 0.94 ‐0.75

12 0.60 0.25 1.65 ‐0.89 0.21 0.36 1.93 ‐1.04 0.19 0.15 1.36 ‐0.53 0.04 0.14 1.10 ‐0.75

13 0.42 0.25 1.42 ‐0.79 ‐0.07 0.19 1.19 ‐1.06 0.10 0.14 1.23 ‐0.60 ‐0.02 0.13 1.08 ‐0.69

14 0.35 0.31 1.46 ‐0.84 ‐0.11 0.16 1.03 ‐0.91 0.05 0.12 0.97 ‐0.64 0.00 0.12 1.13 ‐0.76

15 0.42 0.46 2.48 ‐0.89 ‐0.20 0.12 0.88 ‐0.95 0.11 0.13 1.08 ‐0.77 ‐0.08 0.11 0.89 ‐0.98

16 0.33 0.57 3.46 ‐1.20 ‐0.18 0.07 0.25 ‐0.79 0.17 0.11 0.90 ‐0.56 ‐0.03 0.08 0.64 ‐0.70

17 0.18 0.13 0.79 ‐0.33 ‐0.08 0.10 0.51 ‐0.64 0.04 0.09 0.71 ‐0.53 ‐0.02 0.07 0.44 ‐0.49

18 0.14 0.27 1.01 ‐1.18 0.00 0.00 0.00 0.00 0.11 0.13 0.90 ‐0.59 0.00 0.00 0.00 0.00

19 ‐0.06 0.49 1.32 ‐2.05 ‐0.38 0.38 0.88 ‐1.85 0.22 0.14 1.21 ‐0.44 ‐0.01 0.14 0.87 ‐0.86

20 0.70 0.22 1.80 ‐0.32 0.05 0.22 1.40 ‐0.95 0.26 0.15 1.43 ‐0.37 ‐0.01 0.14 1.02 ‐0.75

21 0.62 0.24 1.59 ‐0.61 ‐0.04 0.18 1.16 ‐0.85 0.21 0.15 1.35 ‐0.42 0.00 0.13 1.07 ‐0.83

22 0.75 0.35 1.98 ‐0.77 ‐0.11 0.16 0.97 ‐1.02 0.20 0.14 1.20 ‐0.50 ‐0.02 0.13 0.98 ‐0.86

23 0.76 0.45 2.73 ‐1.04 ‐0.09 0.14 0.87 ‐1.08 0.27 0.15 1.13 ‐0.56 0.06 0.12 0.93 ‐0.88

24 0.73 0.69 3.81 ‐1.03 ‐0.12 0.09 0.54 ‐0.70 0.22 0.13 0.95 ‐0.51 0.04 0.09 0.68 ‐0.57

25 ‐0.04 0.09 0.32 ‐0.60 ‐0.10 0.07 0.41 ‐0.66 ‐0.03 0.07 0.43 ‐0.44 ‐0.04 0.06 0.33 ‐0.44

26 0.17 0.14 0.84 ‐0.55 0.11 0.16 1.18 ‐0.78 0.12 0.13 0.98 ‐0.58 0.13 0.13 0.98 ‐0.56

27 0.38 0.20 1.29 ‐0.56 0.14 0.20 1.46 ‐0.84 0.19 0.16 1.24 ‐0.51 0.12 0.15 1.10 ‐0.59

28 0.60 0.21 1.55 ‐0.42 0.11 0.20 1.32 ‐1.01 0.21 0.16 1.47 ‐0.51 0.09 0.15 1.07 ‐0.68

29 0.60 0.22 1.58 ‐0.34 0.06 0.18 1.29 ‐0.82 0.21 0.15 1.46 ‐0.48 0.05 0.14 0.95 ‐0.78

30 0.59 0.30 1.97 ‐0.62 ‐0.01 0.17 1.39 ‐0.90 0.13 0.14 1.23 ‐0.57 0.04 0.13 1.01 ‐0.76

31 0.73 0.48 2.67 ‐0.79 ‐0.07 0.13 0.95 ‐0.86 0.12 0.13 1.03 ‐0.55 0.01 0.11 0.88 ‐0.82

32 0.93 0.69 4.11 ‐1.09 ‐0.12 0.09 0.51 ‐0.72 0.27 0.13 1.00 ‐0.41 0.03 0.11 0.64 ‐0.50

33 0.29 0.14 0.90 ‐0.21 ‐0.19 0.13 0.36 ‐0.85 0.07 0.08 0.55 ‐0.38 ‐0.04 0.08 0.44 ‐0.42

34 0.15 0.27 1.08 ‐1.26 0.00 0.16 0.87 ‐0.82 0.16 0.14 1.04 ‐0.46 0.11 0.12 0.84 ‐0.47

35 ‐0.21 0.48 1.31 ‐1.88 0.06 0.18 1.28 ‐0.81 0.17 0.15 1.25 ‐0.45 0.14 0.15 1.07 ‐0.58

36 0.70 0.23 1.71 ‐0.27 0.10 0.20 1.33 ‐0.88 0.23 0.16 1.43 ‐0.63 0.12 0.15 1.04 ‐0.50

37 0.60 0.23 1.62 ‐0.52 0.04 0.18 1.29 ‐0.79 0.21 0.15 1.37 ‐0.45 0.08 0.14 0.94 ‐0.57

38 0.78 0.30 2.04 ‐0.52 0.03 0.17 1.19 ‐0.92 0.24 0.14 1.34 ‐0.39 0.13 0.13 1.03 ‐0.59

39 0.98 0.43 2.87 ‐0.80 ‐0.02 0.15 0.98 ‐0.81 0.29 0.14 1.10 ‐0.36 0.13 0.13 0.89 ‐0.62

40 1.14 0.73 4.67 ‐1.00 ‐0.04 0.10 0.77 ‐0.53 0.29 0.14 1.07 ‐0.28 0.12 0.11 0.77 ‐0.32

41 0.14 0.09 0.62 ‐0.23 ‐0.07 0.10 0.49 ‐0.60 0.14 0.08 0.80 ‐0.28 0.02 0.07 0.43 ‐0.42

42 0.14 0.14 0.85 ‐0.50 ‐0.06 0.16 1.04 ‐0.76 0.11 0.14 1.01 ‐0.64 0.01 0.13 0.83 ‐0.68

43 0.30 0.20 1.24 ‐0.60 0.09 0.19 1.42 ‐0.72 0.26 0.16 1.46 ‐0.53 0.03 0.15 1.00 ‐0.78

44 0.54 0.20 1.53 ‐0.35 0.14 0.20 1.48 ‐0.77 0.24 0.16 1.45 ‐0.57 0.06 0.15 1.05 ‐0.65

45 0.40 0.20 1.30 ‐0.65 0.04 0.18 1.15 ‐0.85 0.14 0.15 1.30 ‐0.58 0.05 0.14 0.99 ‐0.55

46 0.69 0.28 1.95 ‐0.48 0.00 0.00 0.00 0.00 0.20 0.15 1.46 ‐0.86 0.00 0.00 0.00 0.00

47 0.89 0.51 3.09 ‐0.83 ‐0.10 0.13 0.90 ‐0.72 0.13 0.14 0.90 ‐0.47 0.01 0.12 0.79 ‐0.54

48 1.29 0.67 4.01 ‐0.93 ‐0.08 0.10 0.69 ‐0.54 0.24 0.14 1.01 ‐0.28 0.08 0.12 0.69 ‐0.37

49 0.30 0.13 0.87 ‐0.22 0.06 0.12 0.62 ‐0.62 0.13 0.09 0.69 ‐0.39 ‐0.08 0.08 0.34 ‐0.59

50 0.19 0.30 1.22 ‐1.22 0.18 0.23 1.25 ‐1.01 0.22 0.16 1.16 ‐0.60 0.08 0.14 0.85 ‐0.59

51 ‐0.14 0.51 1.40 ‐2.33 ‐0.48 0.47 1.13 ‐2.22 0.26 0.16 1.38 ‐0.61 0.06 0.14 1.11 ‐0.64

52 0.45 0.23 1.54 ‐0.37 0.34 0.23 1.76 ‐0.59 0.24 0.16 1.52 ‐0.68 0.09 0.15 1.20 ‐0.76

53 0.62 0.26 1.98 ‐0.32 0.11 0.19 1.39 ‐0.72 0.24 0.15 1.47 ‐0.49 0.09 0.14 1.08 ‐0.54

54 0.91 0.30 2.44 ‐0.35 0.05 0.17 1.08 ‐0.69 0.28 0.14 1.42 ‐0.55 0.12 0.14 0.89 ‐0.51

55 1.10 0.39 3.07 ‐0.62 0.05 0.17 1.10 ‐0.64 0.32 0.14 1.06 ‐0.34 0.17 0.13 0.94 ‐0.47

56 2.07 0.96 6.27 ‐0.73 0.01 0.12 0.76 ‐0.44 0.43 0.18 1.30 ‐0.18 0.23 0.15 0.98 ‐0.26

57 0.13 0.10 0.67 ‐0.33 ‐0.02 0.11 0.86 ‐0.44 0.09 0.09 0.64 ‐0.37 0.05 0.08 0.49 ‐0.35

58 0.20 0.16 1.39 ‐0.48 0.14 0.21 1.45 ‐0.63 0.15 0.15 0.99 ‐0.58 0.14 0.14 0.91 ‐0.59

59 0.33 0.20 1.46 ‐0.36 0.14 0.26 1.59 ‐0.68 0.19 0.16 1.27 ‐0.58 0.19 0.16 1.19 ‐0.54

60 0.47 0.21 1.82 ‐0.27 ‐0.01 0.19 1.33 ‐0.98 0.25 0.16 1.48 ‐0.65 0.17 0.15 1.14 ‐0.59

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.87 0.32 2.66 ‐0.28 ‐0.01 0.17 1.03 ‐0.75 0.48 0.15 1.38 ‐0.28 0.13 0.14 0.94 ‐0.43

63 1.11 0.49 3.44 ‐0.69 ‐0.08 0.15 0.76 ‐0.68 0.21 0.15 1.01 ‐0.48 0.14 0.15 0.87 ‐0.50

64 1.83 0.80 5.62 ‐0.51 0.03 0.12 0.81 ‐0.45 0.35 0.17 1.29 ‐0.19 0.22 0.16 1.09 ‐0.26

Table B6 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 50o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.00 0.07 0.42 ‐0.42 ‐0.03 0.09 0.39 ‐0.52 0.05 0.05 0.40 ‐0.36 ‐0.04 0.05 0.30 ‐0.38

2 ‐0.03 0.15 0.63 ‐0.96 0.12 0.14 0.74 ‐0.56 0.09 0.09 0.60 ‐0.34 ‐0.02 0.08 0.46 ‐0.58

3 ‐0.13 0.32 0.80 ‐1.60 0.07 0.16 0.95 ‐0.64 0.12 0.08 0.73 ‐0.29 ‐0.05 0.09 0.46 ‐0.67

4 0.24 0.18 0.96 ‐0.83 0.16 0.23 1.05 ‐1.12 0.10 0.09 0.79 ‐0.42 ‐0.03 0.09 0.53 ‐0.68

5 0.16 0.17 0.95 ‐0.67 0.05 0.15 0.76 ‐0.64 0.06 0.08 0.68 ‐0.40 ‐0.06 0.08 0.53 ‐0.57

6 0.07 0.24 1.03 ‐1.13 ‐0.07 0.13 0.71 ‐0.75 0.05 0.09 0.73 ‐0.56 ‐0.02 0.08 0.68 ‐0.64

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.00 0.30 2.51 ‐1.01 ‐0.13 0.07 0.32 ‐0.75 0.11 0.09 0.72 ‐0.43 0.00 0.06 0.37 ‐0.53

9 ‐0.04 0.09 0.43 ‐0.49 ‐0.01 0.09 0.58 ‐0.49 ‐0.04 0.06 0.28 ‐0.49 0.00 0.06 0.32 ‐0.34

10 0.15 0.15 0.93 ‐0.44 0.07 0.22 1.32 ‐0.74 0.13 0.11 0.88 ‐0.44 0.07 0.11 0.72 ‐0.52

11 0.25 0.19 1.23 ‐0.54 0.07 0.45 1.92 ‐0.97 0.12 0.13 0.93 ‐0.44 0.04 0.12 0.80 ‐0.61

12 0.49 0.21 1.44 ‐0.37 0.01 0.27 1.75 ‐1.00 0.17 0.13 1.06 ‐0.48 0.04 0.12 0.86 ‐0.69

13 0.29 0.20 1.17 ‐0.59 ‐0.11 0.16 0.92 ‐0.86 0.06 0.11 0.75 ‐0.56 ‐0.03 0.11 0.74 ‐0.65

14 0.23 0.24 1.24 ‐0.73 ‐0.09 0.15 0.88 ‐0.89 0.00 0.11 0.78 ‐0.47 ‐0.02 0.10 0.75 ‐0.66

15 0.32 0.37 2.13 ‐0.81 ‐0.19 0.13 0.75 ‐0.95 0.08 0.11 1.03 ‐0.59 ‐0.11 0.09 0.63 ‐0.71

16 0.26 0.49 3.08 ‐0.84 ‐0.17 0.09 0.51 ‐0.76 0.14 0.10 0.86 ‐0.37 ‐0.05 0.07 0.42 ‐0.40

17 0.15 0.13 0.73 ‐0.28 ‐0.11 0.09 0.49 ‐0.65 0.04 0.07 0.46 ‐0.56 ‐0.05 0.06 0.32 ‐0.42

18 0.02 0.27 0.90 ‐1.10 0.00 0.00 0.00 0.00 0.10 0.13 0.81 ‐0.49 0.00 0.00 0.00 0.00

19 ‐0.20 0.51 1.13 ‐2.23 ‐0.25 0.30 0.85 ‐1.75 0.21 0.12 1.02 ‐0.32 ‐0.04 0.12 0.71 ‐0.74

20 0.58 0.20 1.57 ‐0.48 ‐0.05 0.17 1.13 ‐0.92 0.24 0.13 1.12 ‐0.36 ‐0.04 0.12 0.85 ‐0.60

21 0.49 0.20 1.40 ‐0.40 ‐0.06 0.16 1.00 ‐0.80 0.19 0.13 1.02 ‐0.41 ‐0.02 0.12 0.87 ‐0.60

22 0.64 0.27 1.85 ‐0.38 ‐0.09 0.16 1.03 ‐0.83 0.19 0.13 0.98 ‐0.41 ‐0.03 0.11 0.73 ‐0.61

23 0.71 0.37 2.26 ‐0.58 ‐0.04 0.16 1.12 ‐0.92 0.32 0.16 1.10 ‐0.50 0.07 0.13 0.83 ‐0.48

24 0.69 0.59 3.59 ‐0.83 ‐0.10 0.10 0.73 ‐0.66 0.23 0.12 0.95 ‐0.29 0.01 0.08 0.62 ‐0.36

25 ‐0.08 0.08 0.34 ‐0.57 ‐0.13 0.07 0.24 ‐0.57 ‐0.06 0.07 0.32 ‐0.60 ‐0.06 0.05 0.21 ‐0.38

26 0.09 0.13 0.82 ‐0.43 0.07 0.14 1.00 ‐0.64 0.08 0.12 0.84 ‐0.44 0.10 0.11 0.79 ‐0.38

27 0.25 0.18 1.20 ‐0.42 0.10 0.17 1.28 ‐0.73 0.15 0.14 1.12 ‐0.46 0.09 0.13 1.01 ‐0.45

28 0.46 0.19 1.48 ‐0.34 0.08 0.18 1.32 ‐0.95 0.18 0.14 1.28 ‐0.36 0.06 0.13 0.95 ‐0.56

29 0.43 0.20 1.42 ‐0.37 0.04 0.17 1.19 ‐0.75 0.18 0.13 1.18 ‐0.33 0.03 0.12 0.89 ‐0.53

30 0.41 0.25 1.47 ‐0.49 0.00 0.17 1.18 ‐0.84 0.10 0.13 0.99 ‐0.60 0.01 0.12 0.82 ‐0.51

31 0.51 0.38 2.20 ‐0.75 ‐0.06 0.14 0.85 ‐0.85 0.07 0.12 0.93 ‐0.57 ‐0.02 0.10 0.73 ‐0.53

32 0.77 0.54 3.25 ‐0.88 ‐0.13 0.10 0.70 ‐0.59 0.24 0.13 1.02 ‐0.28 ‐0.03 0.10 0.64 ‐0.46

33 0.25 0.14 0.88 ‐0.23 ‐0.20 0.12 0.27 ‐0.86 0.06 0.07 0.51 ‐0.57 ‐0.05 0.07 0.33 ‐0.48

34 0.06 0.26 0.96 ‐1.05 ‐0.05 0.14 0.71 ‐0.79 0.15 0.14 1.04 ‐0.58 0.09 0.11 0.71 ‐0.38

35 ‐0.44 0.48 1.11 ‐2.10 0.04 0.16 1.02 ‐0.71 0.14 0.13 1.02 ‐0.44 0.11 0.12 0.91 ‐0.45

36 0.52 0.23 1.59 ‐0.21 0.08 0.17 1.33 ‐0.69 0.20 0.13 1.16 ‐0.46 0.09 0.12 1.01 ‐0.50

37 0.39 0.20 1.34 ‐0.34 0.04 0.17 1.11 ‐0.79 0.18 0.13 1.10 ‐0.37 0.06 0.12 0.85 ‐0.47

38 0.54 0.25 1.59 ‐0.57 0.06 0.17 1.12 ‐0.84 0.22 0.13 1.09 ‐0.41 0.13 0.13 0.84 ‐0.39

39 0.78 0.34 2.20 ‐0.54 0.03 0.18 1.12 ‐0.91 0.33 0.16 1.17 ‐0.28 0.14 0.15 0.83 ‐0.46

40 0.96 0.56 3.51 ‐0.68 ‐0.03 0.13 0.94 ‐0.55 0.27 0.14 0.99 ‐0.32 0.11 0.11 0.78 ‐0.31

41 0.11 0.09 0.62 ‐0.36 ‐0.09 0.08 0.39 ‐0.61 0.12 0.08 0.56 ‐0.37 0.00 0.06 0.36 ‐0.43

42 0.05 0.13 0.83 ‐0.51 ‐0.10 0.15 0.79 ‐0.78 0.07 0.12 0.72 ‐0.41 ‐0.03 0.11 0.62 ‐0.63

43 0.18 0.19 1.23 ‐0.61 0.06 0.18 1.07 ‐0.85 0.23 0.15 1.15 ‐0.38 ‐0.01 0.13 0.74 ‐0.63

44 0.37 0.18 1.37 ‐0.31 0.11 0.18 1.23 ‐0.68 0.21 0.14 1.15 ‐0.49 0.03 0.13 0.79 ‐0.64

45 0.20 0.18 1.18 ‐0.49 0.00 0.17 1.11 ‐0.76 0.09 0.13 1.06 ‐0.47 0.01 0.12 0.74 ‐0.61

46 0.48 0.24 1.75 ‐0.45 0.00 0.00 0.00 0.00 0.16 0.13 1.15 ‐0.45 0.00 0.00 0.00 0.00

47 0.57 0.38 2.38 ‐0.55 ‐0.12 0.15 0.97 ‐0.75 0.07 0.13 1.01 ‐0.52 ‐0.04 0.12 0.68 ‐0.63

48 0.99 0.54 3.24 ‐0.72 ‐0.09 0.12 0.93 ‐0.72 0.21 0.14 0.95 ‐0.33 0.04 0.12 0.75 ‐0.36

49 0.24 0.16 0.87 ‐0.43 0.06 0.12 0.61 ‐0.46 0.13 0.08 0.56 ‐0.32 ‐0.10 0.07 0.30 ‐0.46

50 ‐0.03 0.33 1.09 ‐1.48 0.07 0.25 1.03 ‐1.18 0.23 0.15 0.96 ‐0.41 0.06 0.14 0.89 ‐0.54

51 ‐0.19 0.54 1.13 ‐2.69 ‐0.54 0.46 0.94 ‐2.32 0.25 0.14 1.06 ‐0.34 0.04 0.13 0.82 ‐0.50

52 0.33 0.19 1.38 ‐0.33 0.33 0.22 1.48 ‐0.66 0.22 0.14 1.16 ‐0.39 0.06 0.13 0.97 ‐0.51

53 0.41 0.21 1.63 ‐0.36 0.09 0.17 1.21 ‐0.66 0.21 0.13 1.11 ‐0.41 0.06 0.13 0.90 ‐0.47

54 0.65 0.24 1.98 ‐0.26 0.07 0.18 1.21 ‐0.68 0.28 0.14 1.25 ‐0.28 0.09 0.13 0.87 ‐0.51

55 0.82 0.30 2.35 ‐0.31 0.08 0.20 1.12 ‐0.67 0.33 0.15 1.03 ‐0.31 0.15 0.14 0.99 ‐0.47

56 1.34 0.67 4.62 ‐0.59 0.03 0.15 1.03 ‐0.49 0.40 0.19 1.30 ‐0.27 0.19 0.15 1.05 ‐0.36

57 0.09 0.09 0.64 ‐0.35 ‐0.06 0.10 0.53 ‐0.58 0.08 0.09 0.55 ‐0.33 0.03 0.08 0.52 ‐0.32

58 0.13 0.15 1.05 ‐0.65 0.07 0.19 1.04 ‐0.60 0.13 0.14 0.89 ‐0.43 0.10 0.13 0.83 ‐0.40

59 0.25 0.18 1.32 ‐0.39 0.06 0.23 1.42 ‐0.66 0.18 0.16 1.06 ‐0.50 0.17 0.15 1.19 ‐0.39

60 0.36 0.18 1.34 ‐0.30 ‐0.04 0.18 1.04 ‐0.76 0.24 0.15 1.18 ‐0.47 0.15 0.15 1.19 ‐0.36

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.61 0.26 1.97 ‐0.20 ‐0.01 0.17 1.15 ‐0.80 0.45 0.15 1.35 ‐0.17 0.10 0.14 1.09 ‐0.41

63 0.68 0.38 2.66 ‐0.43 ‐0.10 0.16 0.94 ‐0.80 0.15 0.16 1.02 ‐0.45 0.07 0.15 0.98 ‐0.47

64 1.12 0.56 3.92 ‐0.66 0.03 0.15 0.93 ‐0.55 0.31 0.17 1.32 ‐0.29 0.17 0.16 1.08 ‐0.42

Table B7 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 60o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.03 0.07 0.41 ‐0.57 ‐0.04 0.09 0.34 ‐0.60 0.05 0.05 0.37 ‐0.45 ‐0.06 0.05 0.19 ‐0.94

2 ‐0.07 0.13 0.56 ‐0.82 0.12 0.14 0.62 ‐0.71 0.09 0.09 0.91 ‐0.31 ‐0.06 0.07 0.35 ‐0.47

3 ‐0.20 0.30 0.63 ‐1.46 0.02 0.15 0.66 ‐0.67 0.12 0.07 0.56 ‐0.26 ‐0.07 0.08 0.38 ‐0.52

4 0.11 0.15 0.81 ‐0.75 0.08 0.27 0.84 ‐1.36 0.10 0.07 0.60 ‐0.40 ‐0.04 0.08 0.45 ‐0.57

5 0.05 0.11 0.69 ‐0.57 0.01 0.13 0.63 ‐0.70 0.05 0.07 0.51 ‐0.46 ‐0.07 0.07 0.40 ‐0.65

6 ‐0.01 0.15 0.82 ‐0.82 ‐0.06 0.10 0.52 ‐0.62 0.04 0.09 0.47 ‐0.63 ‐0.02 0.07 0.61 ‐0.69

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.07 0.25 1.85 ‐0.88 ‐0.11 0.09 0.73 ‐0.57 0.13 0.10 0.83 ‐0.35 ‐0.03 0.07 0.55 ‐0.50

9 ‐0.05 0.09 0.37 ‐0.60 ‐0.03 0.08 0.63 ‐0.62 ‐0.07 0.06 0.33 ‐0.59 ‐0.01 0.06 0.26 ‐1.04

10 0.07 0.13 0.76 ‐0.52 0.01 0.19 1.12 ‐0.68 0.11 0.10 0.79 ‐0.37 0.04 0.10 0.61 ‐0.47

11 0.15 0.15 0.97 ‐0.48 ‐0.03 0.36 1.52 ‐0.96 0.08 0.11 0.81 ‐0.48 0.00 0.11 0.66 ‐0.59

12 0.29 0.17 1.17 ‐0.37 ‐0.06 0.22 1.36 ‐0.87 0.15 0.11 0.96 ‐0.53 0.01 0.11 0.74 ‐0.66

13 0.15 0.15 0.92 ‐0.60 ‐0.14 0.13 0.63 ‐0.83 0.02 0.10 0.74 ‐0.72 ‐0.07 0.10 0.62 ‐0.69

14 0.07 0.16 1.02 ‐0.64 ‐0.13 0.13 0.85 ‐0.97 ‐0.06 0.10 0.54 ‐0.63 ‐0.05 0.11 0.71 ‐0.69

15 0.11 0.23 1.74 ‐0.66 ‐0.15 0.13 0.88 ‐0.81 0.05 0.12 0.84 ‐0.58 ‐0.13 0.11 0.79 ‐0.90

16 0.14 0.32 2.49 ‐0.61 ‐0.14 0.10 0.99 ‐0.61 0.12 0.11 1.05 ‐0.37 ‐0.09 0.08 0.62 ‐0.60

17 0.13 0.14 0.67 ‐0.51 ‐0.12 0.08 0.40 ‐0.69 0.02 0.07 0.43 ‐0.55 ‐0.09 0.06 0.28 ‐0.96

18 0.01 0.24 0.84 ‐1.12 0.00 0.00 0.00 0.00 0.07 0.13 1.12 ‐0.49 0.00 0.00 0.00 0.00

19 ‐0.32 0.43 0.95 ‐2.19 ‐0.28 0.25 0.47 ‐1.58 0.19 0.11 0.92 ‐0.32 ‐0.11 0.11 0.47 ‐0.70

20 0.39 0.18 1.17 ‐0.65 ‐0.11 0.15 0.70 ‐0.88 0.23 0.12 0.96 ‐0.35 ‐0.11 0.11 0.59 ‐0.75

21 0.29 0.16 1.10 ‐0.43 ‐0.11 0.13 0.81 ‐0.75 0.18 0.12 0.97 ‐0.43 ‐0.07 0.11 0.67 ‐0.74

22 0.37 0.20 1.43 ‐0.42 ‐0.08 0.13 0.89 ‐0.79 0.20 0.13 1.15 ‐0.46 ‐0.07 0.11 0.74 ‐0.67

23 0.46 0.29 1.77 ‐0.41 ‐0.02 0.16 0.96 ‐0.67 0.38 0.21 1.42 ‐0.32 0.07 0.16 0.99 ‐0.64

24 0.40 0.38 2.97 ‐0.55 ‐0.08 0.12 1.17 ‐0.62 0.23 0.15 1.19 ‐0.33 ‐0.02 0.10 0.81 ‐0.50

25 ‐0.10 0.08 0.29 ‐0.71 ‐0.14 0.07 0.28 ‐0.57 ‐0.09 0.07 0.20 ‐0.75 ‐0.08 0.06 0.22 ‐0.90

26 ‐0.02 0.12 0.62 ‐0.62 ‐0.03 0.12 0.64 ‐0.63 0.05 0.11 0.64 ‐0.56 0.05 0.11 0.62 ‐0.40

27 0.11 0.15 0.91 ‐0.64 0.03 0.14 0.77 ‐0.58 0.11 0.13 0.87 ‐0.44 0.04 0.12 0.78 ‐0.52

28 0.27 0.16 1.10 ‐0.47 0.03 0.14 0.88 ‐0.63 0.15 0.13 0.99 ‐0.38 0.01 0.12 0.81 ‐0.69

29 0.18 0.15 1.01 ‐0.55 ‐0.01 0.13 0.84 ‐0.59 0.15 0.12 0.96 ‐0.39 ‐0.02 0.12 0.75 ‐0.67

30 0.16 0.18 1.17 ‐0.53 ‐0.01 0.15 1.07 ‐0.64 0.05 0.13 0.94 ‐0.63 ‐0.03 0.13 0.92 ‐0.64

31 0.17 0.26 1.66 ‐0.72 ‐0.04 0.15 1.09 ‐0.79 0.01 0.13 1.01 ‐0.58 ‐0.04 0.12 0.96 ‐0.57

32 0.38 0.34 2.47 ‐0.62 ‐0.11 0.11 1.14 ‐0.72 0.21 0.14 1.21 ‐0.33 ‐0.08 0.10 0.83 ‐0.63

33 0.15 0.13 0.66 ‐0.50 ‐0.21 0.11 0.19 ‐0.88 0.03 0.07 0.49 ‐0.54 ‐0.09 0.07 0.19 ‐1.12

34 0.06 0.23 0.88 ‐0.99 ‐0.12 0.13 0.46 ‐1.01 0.11 0.14 0.99 ‐0.44 0.04 0.11 0.66 ‐0.49

35 ‐0.54 0.41 0.81 ‐2.00 ‐0.02 0.13 0.68 ‐0.58 0.09 0.11 0.79 ‐0.43 0.06 0.11 0.68 ‐0.50

36 0.30 0.20 1.25 ‐0.72 ‐0.01 0.13 0.73 ‐0.61 0.16 0.12 0.91 ‐0.38 0.05 0.11 0.75 ‐0.59

37 0.12 0.17 0.94 ‐0.57 0.01 0.14 0.87 ‐0.59 0.13 0.12 0.94 ‐0.43 0.02 0.12 0.91 ‐0.65

38 0.19 0.20 1.14 ‐0.62 0.05 0.15 1.09 ‐0.58 0.19 0.13 1.02 ‐0.44 0.11 0.14 1.07 ‐0.49

39 0.34 0.27 1.64 ‐0.57 0.07 0.18 1.30 ‐0.56 0.33 0.20 1.29 ‐0.40 0.14 0.18 1.23 ‐0.50

40 0.49 0.41 2.91 ‐0.66 ‐0.02 0.14 1.48 ‐0.55 0.22 0.16 1.18 ‐0.35 0.09 0.14 1.06 ‐0.49

41 0.06 0.09 0.66 ‐0.43 ‐0.12 0.08 0.27 ‐0.53 0.10 0.07 0.52 ‐0.43 ‐0.03 0.06 0.35 ‐0.55

42 ‐0.05 0.13 0.66 ‐0.69 ‐0.15 0.13 0.56 ‐0.69 0.02 0.11 0.68 ‐0.55 ‐0.09 0.11 0.46 ‐0.61

43 0.05 0.19 1.15 ‐0.73 ‐0.02 0.15 0.82 ‐0.67 0.18 0.14 1.07 ‐0.50 ‐0.08 0.13 0.66 ‐0.60

44 0.15 0.15 1.08 ‐0.44 0.00 0.14 0.78 ‐0.61 0.16 0.13 1.02 ‐0.40 ‐0.03 0.13 0.71 ‐0.65

45 0.01 0.15 0.73 ‐0.68 ‐0.08 0.14 0.71 ‐0.67 0.01 0.12 0.77 ‐0.49 ‐0.06 0.12 0.75 ‐0.80

46 0.15 0.19 1.04 ‐0.53 0.00 0.00 0.00 0.00 0.09 0.13 0.99 ‐0.45 0.00 0.00 0.00 0.00

47 0.21 0.26 1.63 ‐0.70 ‐0.14 0.14 0.93 ‐0.78 ‐0.01 0.13 0.89 ‐0.57 ‐0.11 0.13 1.01 ‐0.66

48 0.45 0.39 2.41 ‐0.58 ‐0.09 0.13 1.30 ‐0.55 0.12 0.16 1.08 ‐0.38 ‐0.01 0.13 1.11 ‐0.53

49 0.04 0.11 0.56 ‐0.53 ‐0.03 0.12 0.44 ‐0.57 0.10 0.08 0.58 ‐0.53 ‐0.15 0.07 0.25 ‐0.71

50 0.05 0.21 0.81 ‐1.12 0.04 0.20 0.85 ‐0.97 0.19 0.15 1.01 ‐0.49 ‐0.01 0.14 0.82 ‐0.62

51 ‐0.36 0.44 0.77 ‐2.17 ‐0.38 0.37 0.77 ‐1.95 0.20 0.14 0.98 ‐0.54 ‐0.04 0.13 0.63 ‐0.67

52 0.22 0.17 1.07 ‐0.45 0.20 0.18 1.07 ‐0.50 0.18 0.14 1.07 ‐0.33 0.00 0.13 0.77 ‐0.66

53 0.18 0.16 1.10 ‐0.52 0.02 0.14 0.86 ‐0.57 0.16 0.14 1.06 ‐0.38 ‐0.01 0.13 0.85 ‐0.75

54 0.29 0.19 1.22 ‐0.60 0.03 0.16 0.98 ‐0.69 0.23 0.16 1.23 ‐0.30 0.03 0.15 1.10 ‐0.76

55 0.38 0.24 1.51 ‐0.58 0.06 0.20 1.13 ‐0.56 0.29 0.19 1.39 ‐0.46 0.10 0.18 1.20 ‐0.65

56 0.58 0.45 3.34 ‐0.57 0.02 0.16 1.27 ‐0.53 0.29 0.21 1.62 ‐0.31 0.12 0.18 1.17 ‐0.41

57 0.07 0.10 0.58 ‐0.42 ‐0.09 0.09 0.46 ‐0.53 0.04 0.08 0.55 ‐0.75 0.00 0.08 0.47 ‐0.38

58 0.04 0.14 0.92 ‐0.57 ‐0.06 0.17 0.91 ‐0.68 0.06 0.14 0.78 ‐0.74 0.04 0.13 0.69 ‐0.52

59 0.13 0.15 1.23 ‐0.51 ‐0.04 0.19 1.29 ‐0.68 0.11 0.15 0.99 ‐0.54 0.09 0.15 0.90 ‐0.50

60 0.17 0.14 1.00 ‐0.55 ‐0.09 0.16 0.82 ‐0.69 0.18 0.15 1.04 ‐0.36 0.09 0.15 1.02 ‐0.55

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.22 0.18 1.23 ‐0.43 ‐0.05 0.16 1.02 ‐0.69 0.39 0.17 1.50 ‐0.12 0.04 0.16 1.10 ‐0.62

63 0.23 0.25 1.45 ‐0.66 ‐0.10 0.16 1.01 ‐0.81 0.06 0.18 1.14 ‐0.54 0.02 0.18 1.12 ‐0.59

64 0.44 0.34 2.48 ‐0.81 0.00 0.18 1.16 ‐0.64 0.23 0.18 1.63 ‐0.38 0.10 0.18 1.60 ‐0.52

Table B8 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 70o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.04 0.08 0.33 ‐0.74 ‐0.07 0.11 0.40 ‐1.32 0.04 0.07 0.48 ‐0.66 ‐0.08 0.08 0.26 ‐1.22

2 ‐0.08 0.12 0.46 ‐0.95 0.11 0.14 0.68 ‐0.78 0.08 0.10 0.90 ‐0.42 ‐0.09 0.07 0.34 ‐0.73

3 ‐0.23 0.29 0.50 ‐1.65 ‐0.01 0.14 0.61 ‐0.71 0.09 0.07 0.54 ‐0.26 ‐0.09 0.08 0.18 ‐0.56

4 0.01 0.17 0.51 ‐0.86 0.01 0.27 0.85 ‐1.48 0.08 0.06 0.41 ‐0.38 ‐0.08 0.07 0.28 ‐0.63

5 ‐0.02 0.09 0.38 ‐0.57 ‐0.03 0.11 0.48 ‐0.49 0.02 0.06 0.36 ‐0.42 ‐0.10 0.06 0.25 ‐0.60

6 ‐0.07 0.11 0.52 ‐0.77 ‐0.07 0.09 0.39 ‐0.49 0.00 0.09 0.45 ‐0.65 ‐0.04 0.06 0.37 ‐0.46

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.04 0.19 1.68 ‐0.77 ‐0.11 0.09 0.74 ‐0.56 0.10 0.11 1.10 ‐0.48 ‐0.05 0.08 0.49 ‐0.49

9 ‐0.06 0.11 0.44 ‐1.03 ‐0.05 0.10 0.73 ‐1.20 ‐0.08 0.08 0.39 ‐1.06 ‐0.04 0.09 0.43 ‐1.45

10 0.02 0.14 0.78 ‐0.89 ‐0.03 0.18 0.99 ‐0.75 0.08 0.11 0.74 ‐0.53 0.01 0.10 0.64 ‐0.88

11 0.06 0.14 0.77 ‐0.67 ‐0.04 0.34 1.45 ‐0.84 0.05 0.10 0.69 ‐0.46 ‐0.04 0.09 0.48 ‐0.55

12 0.19 0.14 0.87 ‐0.38 ‐0.08 0.21 1.15 ‐0.67 0.11 0.10 0.69 ‐0.46 ‐0.03 0.09 0.48 ‐0.53

13 0.05 0.11 0.57 ‐0.45 ‐0.17 0.10 0.52 ‐0.68 ‐0.04 0.08 0.54 ‐0.69 ‐0.11 0.08 0.36 ‐0.56

14 ‐0.03 0.11 0.60 ‐0.52 ‐0.14 0.11 0.51 ‐0.66 ‐0.13 0.10 0.46 ‐0.70 ‐0.09 0.09 0.48 ‐0.61

15 0.05 0.15 1.02 ‐0.56 ‐0.15 0.12 0.66 ‐0.72 0.03 0.11 0.76 ‐0.56 ‐0.14 0.10 0.54 ‐0.61

16 0.09 0.19 1.91 ‐0.67 ‐0.12 0.09 0.93 ‐0.58 0.09 0.11 1.28 ‐0.41 ‐0.09 0.08 0.72 ‐0.53

17 0.02 0.13 0.67 ‐1.10 ‐0.16 0.09 0.35 ‐1.38 ‐0.01 0.09 0.50 ‐0.90 ‐0.12 0.09 0.29 ‐1.49

18 0.04 0.21 0.70 ‐1.17 0.00 0.00 0.00 0.00 0.01 0.12 0.71 ‐0.71 0.00 0.00 0.00 0.00

19 ‐0.41 0.42 0.84 ‐2.22 ‐0.29 0.22 0.31 ‐1.54 0.14 0.10 0.80 ‐0.43 ‐0.17 0.10 0.31 ‐0.75

20 0.27 0.21 1.06 ‐0.91 ‐0.18 0.13 0.53 ‐0.87 0.18 0.10 0.87 ‐0.43 ‐0.17 0.09 0.34 ‐0.70

21 0.17 0.15 0.84 ‐0.62 ‐0.16 0.11 0.47 ‐0.77 0.13 0.10 0.87 ‐0.57 ‐0.13 0.09 0.46 ‐0.59

22 0.19 0.15 1.07 ‐0.45 ‐0.13 0.11 0.53 ‐0.66 0.14 0.12 1.03 ‐0.47 ‐0.12 0.10 0.63 ‐0.71

23 0.26 0.21 1.79 ‐0.56 ‐0.04 0.13 1.00 ‐0.54 0.32 0.21 1.51 ‐0.29 0.04 0.15 0.95 ‐0.48

24 0.17 0.24 2.20 ‐0.62 ‐0.11 0.11 1.02 ‐0.67 0.18 0.16 1.50 ‐0.33 ‐0.06 0.11 1.07 ‐0.57

25 ‐0.13 0.12 0.33 ‐1.43 ‐0.16 0.10 0.37 ‐1.32 ‐0.11 0.09 0.38 ‐1.13 ‐0.08 0.09 0.43 ‐1.24

26 ‐0.11 0.14 0.57 ‐0.87 ‐0.09 0.13 0.51 ‐0.87 0.01 0.11 0.71 ‐0.77 0.02 0.10 0.72 ‐0.63

27 0.00 0.14 0.72 ‐0.65 ‐0.02 0.12 0.66 ‐0.57 0.06 0.11 0.85 ‐0.48 ‐0.02 0.11 0.68 ‐0.54

28 0.13 0.14 0.88 ‐0.44 ‐0.02 0.11 0.59 ‐0.57 0.09 0.11 0.85 ‐0.56 ‐0.05 0.10 0.56 ‐0.65

29 0.05 0.13 0.68 ‐0.55 ‐0.05 0.11 0.58 ‐0.66 0.09 0.10 0.83 ‐0.51 ‐0.09 0.10 0.55 ‐0.63

30 0.00 0.15 0.69 ‐0.71 ‐0.04 0.12 0.73 ‐0.64 ‐0.02 0.11 0.78 ‐0.74 ‐0.09 0.11 0.70 ‐0.61

31 0.03 0.17 1.02 ‐0.69 ‐0.04 0.13 0.97 ‐0.58 ‐0.02 0.12 0.95 ‐0.66 ‐0.07 0.12 0.83 ‐0.55

32 0.15 0.21 1.85 ‐0.65 ‐0.12 0.11 0.76 ‐0.64 0.16 0.14 1.58 ‐0.31 ‐0.11 0.10 1.08 ‐0.58

33 0.02 0.14 0.66 ‐1.09 ‐0.24 0.11 0.18 ‐1.35 ‐0.01 0.09 0.47 ‐0.86 ‐0.13 0.09 0.22 ‐1.35

34 ‐0.01 0.21 0.74 ‐1.18 ‐0.18 0.14 0.32 ‐1.20 0.05 0.12 0.88 ‐0.77 ‐0.02 0.11 0.58 ‐0.75

35 ‐0.60 0.39 0.59 ‐2.34 ‐0.08 0.11 0.42 ‐0.62 0.01 0.10 0.73 ‐0.53 ‐0.01 0.11 0.59 ‐0.60

36 0.11 0.23 0.83 ‐1.15 ‐0.07 0.11 0.47 ‐0.68 0.09 0.11 0.84 ‐0.49 0.00 0.10 0.55 ‐0.58

37 ‐0.04 0.15 0.80 ‐0.70 ‐0.04 0.11 0.54 ‐0.71 0.06 0.10 0.72 ‐0.57 ‐0.04 0.10 0.62 ‐0.65

38 ‐0.02 0.15 0.74 ‐0.68 0.02 0.12 0.99 ‐0.55 0.11 0.12 0.91 ‐0.66 0.05 0.12 0.85 ‐0.51

39 0.08 0.19 1.33 ‐0.62 0.05 0.15 1.08 ‐0.52 0.24 0.21 1.76 ‐0.42 0.09 0.18 1.13 ‐0.53

40 0.08 0.24 2.31 ‐0.76 ‐0.05 0.13 0.94 ‐0.50 0.13 0.17 1.58 ‐0.47 0.02 0.15 1.33 ‐0.54

41 ‐0.01 0.12 0.53 ‐1.05 ‐0.14 0.10 0.34 ‐0.93 0.06 0.09 0.58 ‐0.80 ‐0.04 0.08 0.35 ‐1.07

42 ‐0.17 0.14 0.50 ‐0.94 ‐0.21 0.13 0.43 ‐0.97 ‐0.04 0.10 0.61 ‐0.78 ‐0.13 0.10 0.44 ‐0.77

43 ‐0.07 0.16 0.87 ‐0.85 ‐0.11 0.13 0.53 ‐0.71 0.11 0.12 0.86 ‐0.40 ‐0.15 0.11 0.55 ‐0.71

44 0.02 0.15 0.78 ‐0.64 ‐0.07 0.12 0.52 ‐0.69 0.09 0.11 0.97 ‐0.56 ‐0.10 0.11 0.54 ‐0.61

45 ‐0.12 0.15 0.54 ‐0.76 ‐0.15 0.12 0.44 ‐0.69 ‐0.07 0.11 0.59 ‐0.71 ‐0.14 0.10 0.44 ‐0.70

46 ‐0.02 0.17 0.84 ‐0.72 0.00 0.00 0.00 0.00 0.01 0.12 0.87 ‐0.75 0.00 0.00 0.00 0.00

47 ‐0.01 0.19 1.06 ‐0.76 ‐0.17 0.13 0.68 ‐0.74 ‐0.06 0.12 0.76 ‐0.79 ‐0.16 0.12 0.67 ‐0.71

48 0.07 0.23 1.84 ‐0.78 ‐0.10 0.12 0.88 ‐0.59 0.03 0.14 1.25 ‐0.59 ‐0.08 0.13 1.15 ‐0.60

49 ‐0.04 0.12 0.46 ‐1.21 ‐0.10 0.13 0.48 ‐1.13 0.05 0.09 0.51 ‐0.94 ‐0.18 0.09 0.23 ‐1.18

50 ‐0.01 0.20 0.68 ‐1.26 ‐0.01 0.19 0.68 ‐0.97 0.10 0.14 0.85 ‐0.67 ‐0.10 0.12 0.66 ‐0.80

51 ‐0.50 0.41 0.78 ‐2.21 ‐0.39 0.38 0.74 ‐2.15 0.10 0.13 0.82 ‐0.64 ‐0.13 0.11 0.43 ‐0.73

52 0.09 0.19 0.86 ‐0.90 0.11 0.18 0.94 ‐0.65 0.10 0.11 0.84 ‐0.53 ‐0.10 0.11 0.48 ‐0.69

53 0.04 0.17 0.79 ‐0.69 ‐0.02 0.13 0.59 ‐0.56 0.08 0.11 0.85 ‐0.59 ‐0.10 0.11 0.56 ‐0.61

54 0.06 0.17 1.04 ‐0.67 ‐0.03 0.13 0.81 ‐0.53 0.13 0.14 1.01 ‐0.69 ‐0.07 0.13 0.76 ‐0.68

55 0.12 0.19 1.32 ‐0.69 0.01 0.17 1.22 ‐0.55 0.18 0.19 1.29 ‐0.67 0.00 0.17 1.12 ‐0.69

56 0.12 0.26 2.74 ‐0.80 ‐0.04 0.15 1.19 ‐0.56 0.15 0.20 1.67 ‐0.45 0.00 0.17 1.11 ‐0.65

57 0.01 0.13 0.53 ‐1.11 ‐0.11 0.12 0.55 ‐0.97 0.00 0.10 0.54 ‐1.00 ‐0.02 0.09 0.54 ‐0.91

58 ‐0.12 0.16 0.64 ‐1.00 ‐0.13 0.18 0.74 ‐0.98 ‐0.01 0.13 0.78 ‐0.80 ‐0.02 0.12 0.66 ‐0.69

59 ‐0.04 0.15 0.79 ‐0.64 ‐0.11 0.20 0.98 ‐0.85 0.03 0.13 0.81 ‐0.56 ‐0.01 0.13 0.67 ‐0.63

60 0.06 0.14 0.70 ‐0.60 ‐0.14 0.14 0.58 ‐0.70 0.09 0.12 0.87 ‐0.47 ‐0.01 0.12 0.64 ‐0.59

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.09 0.17 1.08 ‐0.72 ‐0.10 0.13 0.66 ‐0.66 0.29 0.14 1.25 ‐0.48 ‐0.07 0.13 0.78 ‐0.69

63 ‐0.01 0.22 1.08 ‐0.79 ‐0.14 0.15 0.84 ‐0.77 ‐0.04 0.16 1.07 ‐0.78 ‐0.08 0.15 0.98 ‐0.66

64 0.11 0.22 1.82 ‐0.81 ‐0.08 0.17 1.16 ‐0.66 0.12 0.16 1.43 ‐0.50 ‐0.01 0.17 1.28 ‐0.58

Table B9 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 80o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.05 0.11 0.50 ‐1.08 ‐0.14 0.13 0.50 ‐1.43 0.03 0.10 0.85 ‐0.88 ‐0.11 0.11 0.43 ‐1.57

2 ‐0.08 0.13 0.76 ‐0.95 0.07 0.17 0.72 ‐1.11 0.08 0.13 0.98 ‐0.67 ‐0.10 0.10 0.49 ‐0.95

3 ‐0.21 0.29 0.55 ‐1.54 ‐0.04 0.14 0.51 ‐0.76 0.07 0.09 0.67 ‐0.44 ‐0.09 0.08 0.30 ‐0.57

4 ‐0.07 0.18 0.47 ‐1.04 ‐0.07 0.27 0.75 ‐1.65 0.05 0.06 0.38 ‐0.36 ‐0.10 0.07 0.18 ‐0.70

5 ‐0.05 0.08 0.45 ‐0.59 ‐0.08 0.10 0.40 ‐0.57 ‐0.02 0.06 0.24 ‐0.44 ‐0.12 0.06 0.14 ‐0.53

6 ‐0.09 0.09 0.58 ‐0.68 ‐0.10 0.09 0.37 ‐0.50 ‐0.05 0.10 0.52 ‐0.68 ‐0.06 0.06 0.27 ‐0.44

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.00 0.11 1.07 ‐0.80 ‐0.13 0.08 0.50 ‐0.69 0.04 0.10 0.88 ‐0.34 ‐0.07 0.08 0.44 ‐0.52

9 ‐0.10 0.15 0.57 ‐1.33 ‐0.12 0.16 0.66 ‐1.74 ‐0.10 0.13 0.69 ‐1.32 ‐0.08 0.15 0.63 ‐1.87

10 ‐0.02 0.17 0.94 ‐0.99 ‐0.12 0.19 0.92 ‐1.36 0.00 0.14 0.68 ‐0.90 ‐0.04 0.13 0.59 ‐1.23

11 ‐0.02 0.14 0.81 ‐0.85 ‐0.10 0.31 1.28 ‐1.00 0.01 0.10 0.50 ‐0.79 ‐0.07 0.09 0.43 ‐0.87

12 0.11 0.13 0.77 ‐0.61 ‐0.13 0.20 0.99 ‐0.80 0.06 0.09 0.54 ‐0.60 ‐0.06 0.08 0.36 ‐0.78

13 ‐0.01 0.11 0.51 ‐0.63 ‐0.23 0.10 0.37 ‐0.74 ‐0.10 0.08 0.34 ‐0.69 ‐0.14 0.08 0.22 ‐0.69

14 ‐0.09 0.10 0.51 ‐0.58 ‐0.18 0.09 0.45 ‐0.73 ‐0.20 0.09 0.25 ‐0.73 ‐0.12 0.08 0.36 ‐0.64

15 0.01 0.11 0.68 ‐0.60 ‐0.17 0.10 0.42 ‐0.79 ‐0.01 0.10 0.55 ‐0.49 ‐0.15 0.09 0.35 ‐0.73

16 0.05 0.11 0.89 ‐0.68 ‐0.13 0.08 0.43 ‐0.75 0.05 0.09 0.84 ‐0.45 ‐0.09 0.07 0.47 ‐0.55

17 ‐0.07 0.16 0.65 ‐1.42 ‐0.24 0.14 0.42 ‐1.73 ‐0.06 0.13 0.71 ‐1.33 ‐0.17 0.14 0.48 ‐1.98

18 0.00 0.20 0.80 ‐1.30 0.00 0.00 0.00 0.00 ‐0.06 0.14 0.76 ‐1.02 0.00 0.00 0.00 0.00

19 ‐0.48 0.43 0.69 ‐2.42 ‐0.31 0.19 0.38 ‐1.57 0.07 0.11 0.60 ‐0.75 ‐0.21 0.10 0.25 ‐0.96

20 0.14 0.26 0.94 ‐1.38 ‐0.26 0.13 0.39 ‐1.02 0.12 0.10 0.70 ‐0.63 ‐0.21 0.09 0.23 ‐0.80

21 0.10 0.15 0.76 ‐0.66 ‐0.24 0.10 0.45 ‐0.81 0.07 0.10 0.62 ‐0.59 ‐0.17 0.09 0.23 ‐0.68

22 0.09 0.12 0.73 ‐0.53 ‐0.21 0.09 0.48 ‐0.74 0.08 0.10 0.87 ‐0.54 ‐0.16 0.09 0.29 ‐0.66

23 0.14 0.14 1.30 ‐0.47 ‐0.07 0.12 0.93 ‐0.63 0.26 0.18 1.55 ‐0.32 0.02 0.13 0.87 ‐0.53

24 0.06 0.13 1.17 ‐0.77 ‐0.15 0.10 0.64 ‐0.83 0.09 0.13 1.32 ‐0.45 ‐0.10 0.10 0.64 ‐0.70

25 ‐0.20 0.18 0.44 ‐1.76 ‐0.23 0.17 0.47 ‐1.79 ‐0.16 0.15 0.48 ‐1.73 ‐0.11 0.15 0.59 ‐1.98

26 ‐0.18 0.18 0.55 ‐1.44 ‐0.19 0.18 0.57 ‐1.32 ‐0.07 0.15 0.49 ‐1.20 ‐0.03 0.13 0.52 ‐1.16

27 ‐0.10 0.15 0.56 ‐1.14 ‐0.11 0.13 0.52 ‐0.90 0.00 0.12 0.59 ‐0.89 ‐0.07 0.11 0.40 ‐0.86

28 0.03 0.14 0.64 ‐0.78 ‐0.12 0.12 0.53 ‐0.79 0.02 0.11 0.69 ‐0.80 ‐0.10 0.10 0.35 ‐0.68

29 ‐0.03 0.13 0.57 ‐0.76 ‐0.13 0.11 0.57 ‐0.75 0.03 0.10 0.57 ‐0.68 ‐0.12 0.09 0.33 ‐0.64

30 ‐0.10 0.13 0.56 ‐0.84 ‐0.12 0.11 0.65 ‐0.68 ‐0.08 0.10 0.67 ‐0.72 ‐0.13 0.09 0.39 ‐0.71

31 ‐0.04 0.13 0.62 ‐0.76 ‐0.08 0.11 0.66 ‐0.58 ‐0.05 0.11 0.56 ‐0.56 ‐0.09 0.10 0.48 ‐0.64

32 0.06 0.12 1.07 ‐0.98 ‐0.15 0.09 0.51 ‐0.80 0.12 0.11 1.19 ‐0.41 ‐0.13 0.09 0.53 ‐0.75

33 ‐0.12 0.18 0.53 ‐1.70 ‐0.31 0.16 0.22 ‐1.65 ‐0.08 0.14 0.56 ‐1.47 ‐0.19 0.14 0.40 ‐1.73

34 ‐0.09 0.21 0.65 ‐1.43 ‐0.26 0.17 0.52 ‐1.77 ‐0.04 0.15 0.72 ‐1.01 ‐0.08 0.13 0.52 ‐1.27

35 ‐0.68 0.41 0.46 ‐2.43 ‐0.18 0.13 0.40 ‐1.05 ‐0.07 0.11 0.37 ‐0.98 ‐0.08 0.11 0.36 ‐0.90

36 ‐0.06 0.26 0.75 ‐1.56 ‐0.16 0.12 0.38 ‐0.87 0.00 0.11 0.50 ‐0.89 ‐0.05 0.10 0.41 ‐0.76

37 ‐0.13 0.16 0.51 ‐1.03 ‐0.13 0.11 0.56 ‐0.81 ‐0.02 0.10 0.53 ‐0.80 ‐0.08 0.09 0.36 ‐0.76

38 ‐0.10 0.12 0.46 ‐0.74 ‐0.06 0.11 0.67 ‐0.66 0.03 0.10 0.72 ‐0.64 0.00 0.10 0.66 ‐0.55

39 ‐0.03 0.13 0.88 ‐0.64 ‐0.02 0.13 0.80 ‐0.70 0.16 0.17 1.34 ‐0.38 0.06 0.15 1.15 ‐0.63

40 ‐0.07 0.13 0.98 ‐1.12 ‐0.11 0.11 0.85 ‐0.68 0.02 0.13 1.34 ‐0.56 ‐0.03 0.12 0.90 ‐0.77

41 ‐0.10 0.19 0.58 ‐1.70 ‐0.22 0.17 0.46 ‐1.70 ‐0.02 0.16 0.65 ‐1.51 ‐0.08 0.15 0.55 ‐1.72

42 ‐0.26 0.18 0.43 ‐1.59 ‐0.30 0.18 0.41 ‐1.58 ‐0.13 0.15 0.45 ‐1.38 ‐0.18 0.14 0.41 ‐1.35

43 ‐0.16 0.17 0.83 ‐1.17 ‐0.23 0.15 0.43 ‐1.13 0.03 0.13 0.63 ‐0.95 ‐0.20 0.11 0.29 ‐0.97

44 ‐0.08 0.15 0.67 ‐1.02 ‐0.18 0.13 0.51 ‐0.99 0.01 0.11 0.56 ‐0.78 ‐0.16 0.10 0.30 ‐0.80

45 ‐0.20 0.13 0.37 ‐1.02 ‐0.24 0.12 0.45 ‐0.95 ‐0.14 0.11 0.36 ‐0.98 ‐0.19 0.10 0.28 ‐0.87

46 ‐0.11 0.14 0.54 ‐0.75 0.00 0.00 0.00 0.00 ‐0.07 0.11 0.56 ‐0.78 0.00 0.00 0.00 0.00

47 ‐0.14 0.14 0.72 ‐0.77 ‐0.23 0.11 0.33 ‐0.91 ‐0.12 0.12 0.46 ‐0.71 ‐0.19 0.10 0.38 ‐0.80

48 ‐0.07 0.12 0.89 ‐0.95 ‐0.16 0.09 0.65 ‐0.82 ‐0.04 0.10 0.95 ‐0.63 ‐0.12 0.10 0.67 ‐0.79

49 ‐0.13 0.19 0.54 ‐1.66 ‐0.22 0.18 0.36 ‐1.58 ‐0.03 0.14 0.60 ‐1.38 ‐0.22 0.13 0.27 ‐1.60

50 ‐0.08 0.22 0.67 ‐1.57 ‐0.12 0.22 0.58 ‐1.60 0.00 0.16 0.67 ‐1.12 ‐0.18 0.13 0.48 ‐1.24

51 ‐0.59 0.40 0.58 ‐2.41 ‐0.45 0.38 0.61 ‐2.18 ‐0.01 0.15 0.53 ‐0.98 ‐0.21 0.11 0.25 ‐0.99

52 ‐0.05 0.23 0.79 ‐1.20 ‐0.02 0.18 0.71 ‐1.03 0.03 0.11 0.57 ‐0.75 ‐0.16 0.10 0.29 ‐0.85

53 ‐0.05 0.15 0.58 ‐0.89 ‐0.08 0.13 0.60 ‐0.87 0.00 0.11 0.54 ‐0.96 ‐0.16 0.10 0.33 ‐0.80

54 ‐0.07 0.13 0.51 ‐0.71 ‐0.13 0.11 0.57 ‐0.77 0.04 0.11 0.80 ‐0.62 ‐0.14 0.10 0.51 ‐0.83

55 0.00 0.16 0.97 ‐0.74 ‐0.08 0.13 0.89 ‐0.73 0.08 0.15 1.09 ‐0.54 ‐0.07 0.14 0.88 ‐0.70

56 ‐0.05 0.14 1.19 ‐1.01 ‐0.14 0.11 0.85 ‐0.84 0.02 0.13 1.35 ‐0.60 ‐0.10 0.12 0.92 ‐0.82

57 ‐0.08 0.22 0.73 ‐1.79 ‐0.20 0.19 0.43 ‐1.43 ‐0.07 0.17 0.70 ‐1.51 ‐0.06 0.14 0.61 ‐1.34

58 ‐0.20 0.22 0.73 ‐1.64 ‐0.26 0.22 0.77 ‐1.69 ‐0.10 0.17 0.62 ‐1.66 ‐0.08 0.14 0.69 ‐1.28

59 ‐0.16 0.17 0.81 ‐1.23 ‐0.26 0.21 0.89 ‐1.41 ‐0.06 0.15 0.57 ‐1.06 ‐0.09 0.13 0.51 ‐0.90

60 ‐0.04 0.15 0.60 ‐0.87 ‐0.24 0.15 0.55 ‐1.21 0.01 0.12 0.53 ‐0.72 ‐0.09 0.11 0.42 ‐0.82

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.01 0.15 0.67 ‐0.62 ‐0.20 0.12 0.47 ‐0.91 0.18 0.12 0.87 ‐0.66 ‐0.16 0.11 0.48 ‐0.86

63 ‐0.16 0.16 0.65 ‐0.81 ‐0.23 0.13 0.52 ‐0.88 ‐0.12 0.12 0.66 ‐0.71 ‐0.15 0.12 0.55 ‐0.75

64 ‐0.03 0.14 1.07 ‐1.14 ‐0.19 0.11 0.68 ‐1.01 0.02 0.12 1.05 ‐0.56 ‐0.10 0.12 0.87 ‐0.66

Table B10 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 90o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.08 0.16 0.90 ‐1.30 ‐0.22 0.17 0.60 ‐1.86 ‐0.04 0.13 0.81 ‐1.13 ‐0.14 0.14 0.63 ‐1.31

2 ‐0.08 0.18 1.15 ‐0.92 ‐0.04 0.20 0.73 ‐1.38 0.08 0.17 1.05 ‐0.75 ‐0.07 0.13 0.62 ‐0.83

3 ‐0.15 0.25 0.76 ‐1.45 ‐0.09 0.16 0.45 ‐1.19 0.05 0.11 0.82 ‐0.54 ‐0.09 0.09 0.43 ‐0.63

4 ‐0.12 0.18 0.38 ‐1.01 ‐0.18 0.27 0.69 ‐1.44 0.01 0.07 0.29 ‐0.48 ‐0.10 0.07 0.18 ‐0.52

5 ‐0.09 0.09 0.25 ‐0.65 ‐0.14 0.11 0.27 ‐0.75 ‐0.05 0.06 0.19 ‐0.49 ‐0.10 0.06 0.12 ‐0.46

6 ‐0.10 0.10 0.23 ‐0.77 ‐0.13 0.08 0.22 ‐0.74 ‐0.11 0.10 0.26 ‐0.71 ‐0.09 0.06 0.24 ‐0.45

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.01 0.08 0.57 ‐0.75 ‐0.14 0.08 0.22 ‐0.70 0.00 0.07 0.76 ‐0.57 ‐0.10 0.07 0.24 ‐0.74

9 ‐0.23 0.20 0.86 ‐1.86 ‐0.28 0.24 0.69 ‐2.43 ‐0.18 0.17 0.77 ‐1.63 ‐0.16 0.19 0.63 ‐1.63

10 ‐0.14 0.22 0.78 ‐1.83 ‐0.28 0.24 0.91 ‐2.00 ‐0.13 0.18 0.68 ‐1.53 ‐0.14 0.17 0.54 ‐1.49

11 ‐0.12 0.17 0.56 ‐1.17 ‐0.23 0.27 1.12 ‐1.50 ‐0.05 0.13 0.44 ‐0.89 ‐0.12 0.11 0.34 ‐0.89

12 0.03 0.15 0.66 ‐0.87 ‐0.21 0.20 0.91 ‐1.16 ‐0.02 0.10 0.41 ‐0.76 ‐0.11 0.09 0.22 ‐0.79

13 ‐0.09 0.13 0.41 ‐1.03 ‐0.28 0.13 0.24 ‐1.14 ‐0.11 0.09 0.26 ‐0.81 ‐0.16 0.08 0.18 ‐0.72

14 ‐0.15 0.11 0.27 ‐0.97 ‐0.22 0.11 0.26 ‐0.99 ‐0.19 0.09 0.18 ‐0.80 ‐0.16 0.08 0.21 ‐0.64

15 ‐0.03 0.10 0.43 ‐0.68 ‐0.20 0.10 0.34 ‐0.98 ‐0.10 0.09 0.31 ‐0.54 ‐0.14 0.09 0.21 ‐0.65

16 0.04 0.08 0.64 ‐0.84 ‐0.14 0.07 0.24 ‐0.94 ‐0.06 0.07 0.61 ‐0.60 ‐0.09 0.07 0.29 ‐0.63

17 ‐0.23 0.22 0.68 ‐2.22 ‐0.39 0.22 0.70 ‐2.40 ‐0.15 0.18 0.90 ‐1.65 ‐0.21 0.18 0.49 ‐1.77

18 ‐0.17 0.24 0.69 ‐1.73 0.00 0.00 0.00 0.00 ‐0.12 0.18 0.77 ‐1.32 0.00 0.00 0.00 0.00

19 ‐0.49 0.44 0.62 ‐2.45 ‐0.39 0.19 0.29 ‐1.61 ‐0.03 0.14 0.61 ‐1.01 ‐0.23 0.12 0.20 ‐1.11

20 ‐0.03 0.30 0.89 ‐1.52 ‐0.37 0.16 0.17 ‐1.42 0.01 0.12 0.49 ‐0.84 ‐0.22 0.10 0.13 ‐0.90

21 0.00 0.17 0.59 ‐1.14 ‐0.31 0.13 0.14 ‐1.28 0.00 0.11 0.46 ‐0.95 ‐0.21 0.09 0.17 ‐0.82

22 0.04 0.12 0.53 ‐0.72 ‐0.27 0.11 0.12 ‐1.11 0.06 0.10 0.54 ‐0.50 ‐0.16 0.08 0.21 ‐0.70

23 0.15 0.13 0.84 ‐0.58 ‐0.09 0.11 0.51 ‐0.97 0.18 0.15 1.11 ‐0.47 ‐0.01 0.12 0.80 ‐0.62

24 0.03 0.10 0.61 ‐0.65 ‐0.17 0.09 0.22 ‐1.00 0.05 0.09 0.90 ‐0.49 ‐0.12 0.09 0.49 ‐0.82

25 ‐0.41 0.27 0.49 ‐2.64 ‐0.41 0.25 0.70 ‐2.77 ‐0.28 0.21 0.89 ‐1.87 ‐0.20 0.20 0.62 ‐2.01

26 ‐0.36 0.25 0.50 ‐2.07 ‐0.37 0.25 0.49 ‐2.27 ‐0.22 0.21 0.65 ‐1.78 ‐0.20 0.19 0.43 ‐1.64

27 ‐0.24 0.21 0.48 ‐1.60 ‐0.26 0.20 0.45 ‐1.57 ‐0.08 0.16 0.52 ‐1.23 ‐0.15 0.13 0.28 ‐1.15

28 ‐0.11 0.18 0.53 ‐1.25 ‐0.24 0.16 0.30 ‐1.38 ‐0.05 0.13 0.48 ‐1.05 ‐0.14 0.11 0.30 ‐0.93

29 ‐0.13 0.16 0.43 ‐1.29 ‐0.23 0.15 0.26 ‐1.36 ‐0.09 0.11 0.38 ‐0.99 ‐0.16 0.10 0.26 ‐0.84

30 ‐0.19 0.15 0.37 ‐1.07 ‐0.20 0.14 0.32 ‐1.22 ‐0.08 0.11 0.42 ‐0.70 ‐0.15 0.10 0.34 ‐0.71

31 ‐0.11 0.12 0.40 ‐0.72 ‐0.12 0.11 0.43 ‐0.96 ‐0.08 0.10 0.49 ‐0.59 ‐0.14 0.10 0.31 ‐0.70

32 0.05 0.08 0.46 ‐0.78 ‐0.18 0.08 0.28 ‐0.99 0.00 0.08 0.68 ‐0.53 ‐0.16 0.09 0.32 ‐0.85

33 ‐0.35 0.26 0.46 ‐2.45 ‐0.50 0.24 0.31 ‐2.47 ‐0.21 0.21 0.83 ‐2.30 ‐0.24 0.19 0.39 ‐1.83

34 ‐0.33 0.28 0.50 ‐1.97 ‐0.45 0.25 0.29 ‐2.08 ‐0.13 0.20 0.70 ‐1.46 ‐0.17 0.17 0.59 ‐1.48

35 ‐0.76 0.43 0.48 ‐2.86 ‐0.34 0.21 0.31 ‐1.65 ‐0.15 0.16 0.40 ‐1.37 ‐0.15 0.14 0.30 ‐1.08

36 ‐0.26 0.30 0.67 ‐1.93 ‐0.29 0.17 0.23 ‐1.53 ‐0.11 0.13 0.33 ‐1.24 ‐0.15 0.12 0.27 ‐1.08

37 ‐0.24 0.18 0.33 ‐1.40 ‐0.25 0.15 0.29 ‐1.47 ‐0.12 0.12 0.37 ‐0.95 ‐0.11 0.10 0.27 ‐0.71

38 ‐0.17 0.13 0.32 ‐1.01 ‐0.14 0.12 0.30 ‐1.11 ‐0.07 0.10 0.43 ‐0.64 ‐0.06 0.09 0.38 ‐0.55

39 ‐0.02 0.12 0.75 ‐0.64 ‐0.07 0.12 0.67 ‐0.79 0.10 0.14 0.99 ‐0.42 0.06 0.14 0.91 ‐0.48

40 ‐0.09 0.11 0.35 ‐0.85 ‐0.16 0.10 0.36 ‐0.82 ‐0.01 0.09 0.70 ‐0.57 ‐0.06 0.10 0.56 ‐0.73

41 ‐0.36 0.28 0.55 ‐2.20 ‐0.43 0.26 0.50 ‐3.02 ‐0.22 0.24 0.75 ‐2.20 ‐0.24 0.23 0.52 ‐2.08

42 ‐0.50 0.28 0.34 ‐2.41 ‐0.51 0.27 0.38 ‐2.12 ‐0.27 0.21 0.47 ‐1.89 ‐0.27 0.20 0.36 ‐1.84

43 ‐0.32 0.22 0.46 ‐1.91 ‐0.40 0.22 0.28 ‐1.78 ‐0.12 0.17 0.41 ‐1.37 ‐0.27 0.15 0.22 ‐1.37

44 ‐0.23 0.19 0.42 ‐1.62 ‐0.33 0.18 0.23 ‐1.80 ‐0.11 0.14 0.41 ‐1.09 ‐0.24 0.12 0.22 ‐1.04

45 ‐0.33 0.16 0.22 ‐1.38 ‐0.36 0.16 0.16 ‐1.69 ‐0.21 0.12 0.22 ‐1.09 ‐0.25 0.11 0.20 ‐0.96

46 ‐0.21 0.14 0.37 ‐1.03 0.00 0.00 0.00 0.00 ‐0.15 0.11 0.38 ‐0.76 0.00 0.00 0.00 0.00

47 ‐0.23 0.12 0.32 ‐0.96 ‐0.28 0.11 0.18 ‐0.99 ‐0.19 0.11 0.28 ‐0.76 ‐0.22 0.10 0.29 ‐0.80

48 ‐0.11 0.08 0.32 ‐0.86 ‐0.18 0.08 0.29 ‐0.91 ‐0.09 0.08 0.42 ‐0.70 ‐0.12 0.08 0.39 ‐0.73

49 ‐0.39 0.28 0.60 ‐2.21 ‐0.46 0.26 0.51 ‐2.58 ‐0.20 0.22 0.72 ‐1.97 ‐0.31 0.21 0.41 ‐2.01

50 ‐0.32 0.30 0.65 ‐2.16 ‐0.36 0.31 0.55 ‐2.15 ‐0.17 0.22 0.64 ‐1.76 ‐0.28 0.18 0.38 ‐1.70

51 ‐0.67 0.40 0.40 ‐2.74 ‐0.58 0.38 0.47 ‐2.82 ‐0.12 0.19 0.43 ‐1.38 ‐0.30 0.15 0.21 ‐1.55

52 ‐0.28 0.25 0.54 ‐1.71 ‐0.18 0.23 0.56 ‐1.75 ‐0.05 0.14 0.44 ‐1.03 ‐0.24 0.12 0.26 ‐1.08

53 ‐0.19 0.16 0.41 ‐1.09 ‐0.17 0.16 0.39 ‐1.27 ‐0.06 0.12 0.40 ‐0.82 ‐0.23 0.11 0.20 ‐0.89

54 ‐0.15 0.14 0.39 ‐0.89 ‐0.21 0.12 0.23 ‐0.96 ‐0.02 0.10 0.50 ‐0.64 ‐0.21 0.10 0.20 ‐0.80

55 0.01 0.16 0.74 ‐0.84 ‐0.14 0.13 0.47 ‐0.80 0.04 0.13 0.89 ‐0.67 ‐0.11 0.13 0.66 ‐0.76

56 ‐0.09 0.12 0.44 ‐0.92 ‐0.20 0.10 0.23 ‐1.12 ‐0.03 0.09 0.72 ‐0.66 ‐0.13 0.09 0.49 ‐0.76

57 ‐0.40 0.33 0.76 ‐2.24 ‐0.44 0.28 0.56 ‐2.36 ‐0.20 0.25 0.78 ‐2.37 ‐0.19 0.22 0.63 ‐1.88

58 ‐0.45 0.33 0.64 ‐2.33 ‐0.52 0.33 0.64 ‐2.49 ‐0.26 0.25 0.50 ‐2.03 ‐0.21 0.22 0.48 ‐1.88

59 ‐0.36 0.23 0.50 ‐1.96 ‐0.45 0.27 0.77 ‐2.04 ‐0.17 0.19 0.44 ‐1.45 ‐0.19 0.16 0.36 ‐1.47

60 ‐0.22 0.18 0.48 ‐1.31 ‐0.38 0.19 0.45 ‐1.57 ‐0.11 0.15 0.47 ‐1.08 ‐0.17 0.13 0.34 ‐0.97

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.09 0.15 0.54 ‐0.83 ‐0.30 0.14 0.28 ‐1.05 ‐0.11 0.12 0.38 ‐0.74 ‐0.21 0.11 0.33 ‐0.81

63 ‐0.29 0.13 0.26 ‐1.00 ‐0.28 0.12 0.21 ‐0.97 ‐0.12 0.11 0.37 ‐0.73 ‐0.19 0.11 0.33 ‐0.82

64 ‐0.09 0.09 0.39 ‐0.92 ‐0.23 0.09 0.20 ‐1.10 ‐0.08 0.09 0.61 ‐0.71 ‐0.14 0.09 0.41 ‐0.74

Table B11 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 100o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.13 0.23 1.08 ‐2.09 ‐0.29 0.23 0.78 ‐2.62 ‐0.08 0.18 0.91 ‐1.46 ‐0.16 0.19 0.82 ‐1.67

2 ‐0.09 0.26 1.43 ‐1.22 ‐0.13 0.24 1.03 ‐1.70 0.09 0.23 1.31 ‐0.83 ‐0.05 0.18 0.87 ‐0.91

3 ‐0.15 0.26 1.00 ‐1.51 ‐0.15 0.19 0.54 ‐1.34 0.05 0.16 1.18 ‐0.82 ‐0.08 0.11 0.61 ‐0.94

4 ‐0.16 0.18 0.49 ‐1.21 ‐0.25 0.29 0.74 ‐1.78 ‐0.02 0.08 0.39 ‐0.71 ‐0.11 0.08 0.21 ‐0.73

5 ‐0.15 0.11 0.31 ‐0.81 ‐0.19 0.13 0.32 ‐0.97 ‐0.08 0.08 0.32 ‐0.64 ‐0.12 0.08 0.17 ‐0.70

6 ‐0.15 0.12 0.24 ‐0.90 ‐0.15 0.10 0.24 ‐1.03 ‐0.12 0.10 0.28 ‐0.72 ‐0.09 0.07 0.22 ‐0.60

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.03 0.08 0.44 ‐0.66 ‐0.14 0.09 0.30 ‐0.85 0.00 0.07 0.36 ‐0.57 ‐0.10 0.07 0.23 ‐0.70

9 ‐0.37 0.28 1.17 ‐2.93 ‐0.46 0.33 0.79 ‐2.98 ‐0.30 0.24 0.79 ‐2.34 ‐0.29 0.26 0.73 ‐2.40

10 ‐0.31 0.26 0.82 ‐2.05 ‐0.46 0.30 0.55 ‐2.72 ‐0.30 0.23 0.47 ‐2.06 ‐0.29 0.23 0.36 ‐2.18

11 ‐0.26 0.21 0.54 ‐1.60 ‐0.39 0.27 1.00 ‐2.10 ‐0.16 0.17 0.44 ‐1.54 ‐0.20 0.16 0.30 ‐1.45

12 ‐0.09 0.19 0.61 ‐1.24 ‐0.33 0.21 0.71 ‐1.62 ‐0.09 0.13 0.41 ‐1.05 ‐0.17 0.13 0.30 ‐1.12

13 ‐0.22 0.18 0.35 ‐1.31 ‐0.37 0.17 0.27 ‐1.76 ‐0.18 0.13 0.26 ‐1.14 ‐0.21 0.13 0.18 ‐1.14

14 ‐0.25 0.15 0.24 ‐1.32 ‐0.29 0.16 0.30 ‐1.58 ‐0.25 0.12 0.13 ‐0.97 ‐0.20 0.12 0.22 ‐1.03

15 ‐0.07 0.13 0.43 ‐0.84 ‐0.25 0.13 0.25 ‐1.25 ‐0.15 0.11 0.27 ‐0.79 ‐0.16 0.11 0.21 ‐0.87

16 0.04 0.07 0.38 ‐0.67 ‐0.16 0.08 0.36 ‐0.98 ‐0.08 0.07 0.23 ‐0.76 ‐0.09 0.07 0.25 ‐0.81

17 ‐0.41 0.29 1.09 ‐3.08 ‐0.56 0.32 0.57 ‐3.17 ‐0.30 0.25 0.74 ‐2.16 ‐0.35 0.26 0.77 ‐2.57

18 ‐0.36 0.29 1.31 ‐2.13 0.00 0.00 0.00 0.00 ‐0.22 0.25 0.91 ‐1.58 0.00 0.00 0.00 0.00

19 ‐0.59 0.44 0.75 ‐2.81 ‐0.52 0.24 0.43 ‐1.99 ‐0.16 0.19 0.73 ‐1.50 ‐0.30 0.17 0.34 ‐1.45

20 ‐0.19 0.32 0.83 ‐1.72 ‐0.51 0.21 0.24 ‐1.93 ‐0.11 0.17 0.46 ‐1.27 ‐0.29 0.15 0.20 ‐1.37

21 ‐0.13 0.22 0.58 ‐1.56 ‐0.43 0.19 0.24 ‐2.06 ‐0.09 0.15 0.40 ‐1.24 ‐0.27 0.14 0.15 ‐1.28

22 ‐0.05 0.17 0.58 ‐0.99 ‐0.36 0.15 0.17 ‐1.51 0.00 0.12 0.43 ‐0.79 ‐0.20 0.11 0.18 ‐1.10

23 0.13 0.14 0.98 ‐0.61 ‐0.12 0.12 0.49 ‐1.18 0.15 0.16 1.11 ‐0.57 ‐0.02 0.13 0.71 ‐0.66

24 0.02 0.11 0.50 ‐0.83 ‐0.20 0.10 0.35 ‐1.16 0.03 0.09 0.59 ‐0.72 ‐0.13 0.09 0.25 ‐0.93

25 ‐0.66 0.35 1.00 ‐3.18 ‐0.62 0.34 0.64 ‐3.39 ‐0.48 0.29 0.47 ‐2.78 ‐0.40 0.30 0.57 ‐2.75

26 ‐0.60 0.32 0.90 ‐2.89 ‐0.58 0.31 0.44 ‐2.75 ‐0.44 0.28 0.31 ‐2.34 ‐0.39 0.27 0.34 ‐2.20

27 ‐0.45 0.27 0.66 ‐2.08 ‐0.46 0.26 0.40 ‐2.42 ‐0.24 0.21 0.43 ‐1.58 ‐0.28 0.20 0.28 ‐1.67

28 ‐0.29 0.25 0.48 ‐1.70 ‐0.41 0.23 0.31 ‐2.06 ‐0.17 0.18 0.40 ‐1.47 ‐0.24 0.16 0.25 ‐1.45

29 ‐0.27 0.23 0.46 ‐1.65 ‐0.38 0.22 0.30 ‐2.05 ‐0.20 0.17 0.29 ‐1.44 ‐0.24 0.16 0.23 ‐1.37

30 ‐0.30 0.21 0.39 ‐1.61 ‐0.31 0.20 0.39 ‐1.58 ‐0.16 0.15 0.30 ‐1.30 ‐0.21 0.14 0.22 ‐1.23

31 ‐0.16 0.15 0.36 ‐1.21 ‐0.19 0.14 0.37 ‐1.20 ‐0.12 0.12 0.32 ‐0.96 ‐0.18 0.11 0.24 ‐0.87

32 0.05 0.08 0.38 ‐0.62 ‐0.20 0.08 0.39 ‐0.99 ‐0.01 0.08 0.38 ‐0.77 ‐0.17 0.08 0.13 ‐0.95

33 ‐0.62 0.34 1.11 ‐3.36 ‐0.73 0.32 0.50 ‐3.09 ‐0.43 0.29 0.62 ‐2.64 ‐0.43 0.28 0.44 ‐2.91

34 ‐0.62 0.34 0.94 ‐2.86 ‐0.69 0.31 0.37 ‐2.96 ‐0.31 0.26 0.80 ‐1.90 ‐0.31 0.25 0.57 ‐2.00

35 ‐0.96 0.45 0.52 ‐3.14 ‐0.56 0.27 0.31 ‐2.42 ‐0.32 0.22 0.49 ‐1.75 ‐0.28 0.21 0.40 ‐1.80

36 ‐0.43 0.35 0.58 ‐2.32 ‐0.47 0.25 0.31 ‐2.26 ‐0.26 0.19 0.33 ‐1.66 ‐0.27 0.18 0.22 ‐1.48

37 ‐0.40 0.24 0.32 ‐1.89 ‐0.41 0.22 0.25 ‐1.96 ‐0.24 0.17 0.24 ‐1.42 ‐0.20 0.16 0.25 ‐1.44

38 ‐0.28 0.18 0.30 ‐1.60 ‐0.25 0.17 0.29 ‐1.47 ‐0.16 0.14 0.31 ‐1.22 ‐0.12 0.13 0.35 ‐1.09

39 ‐0.07 0.14 0.73 ‐0.83 ‐0.13 0.14 0.61 ‐1.10 0.07 0.16 1.03 ‐0.65 0.04 0.15 0.95 ‐0.63

40 ‐0.13 0.11 0.31 ‐0.93 ‐0.19 0.11 0.54 ‐0.97 ‐0.04 0.10 0.38 ‐0.77 ‐0.08 0.10 0.39 ‐0.80

41 ‐0.66 0.36 1.36 ‐3.52 ‐0.69 0.35 0.51 ‐3.38 ‐0.48 0.33 0.48 ‐2.98 ‐0.49 0.34 0.63 ‐3.12

42 ‐0.82 0.35 0.72 ‐3.40 ‐0.79 0.34 0.32 ‐3.30 ‐0.51 0.29 0.33 ‐2.47 ‐0.48 0.30 0.38 ‐2.77

43 ‐0.55 0.31 0.82 ‐2.37 ‐0.64 0.29 0.21 ‐2.48 ‐0.31 0.24 0.38 ‐1.90 ‐0.42 0.22 0.23 ‐1.92

44 ‐0.42 0.27 0.71 ‐2.14 ‐0.53 0.26 0.25 ‐2.55 ‐0.26 0.21 0.37 ‐1.71 ‐0.36 0.19 0.18 ‐1.74

45 ‐0.50 0.24 0.29 ‐2.22 ‐0.53 0.24 0.15 ‐2.14 ‐0.33 0.19 0.22 ‐1.74 ‐0.34 0.16 0.10 ‐1.68

46 ‐0.30 0.19 0.38 ‐1.59 0.00 0.00 0.00 0.00 ‐0.23 0.15 0.28 ‐1.47 0.00 0.00 0.00 0.00

47 ‐0.28 0.14 0.23 ‐1.27 ‐0.35 0.14 0.17 ‐1.28 ‐0.26 0.13 0.23 ‐0.98 ‐0.26 0.11 0.16 ‐0.96

48 ‐0.13 0.08 0.21 ‐0.69 ‐0.21 0.08 0.38 ‐1.00 ‐0.11 0.08 0.23 ‐0.80 ‐0.13 0.08 0.20 ‐0.86

49 ‐0.72 0.35 0.97 ‐3.14 ‐0.74 0.34 0.33 ‐3.23 ‐0.46 0.31 0.52 ‐2.53 ‐0.55 0.33 0.58 ‐3.05

50 ‐0.66 0.38 0.73 ‐3.20 ‐0.69 0.37 0.44 ‐3.09 ‐0.41 0.29 0.70 ‐2.21 ‐0.47 0.27 0.42 ‐2.44

51 ‐0.93 0.44 0.44 ‐2.98 ‐0.82 0.43 0.40 ‐3.02 ‐0.32 0.26 0.45 ‐1.88 ‐0.46 0.23 0.22 ‐2.10

52 ‐0.49 0.32 0.47 ‐2.35 ‐0.40 0.31 0.45 ‐2.38 ‐0.21 0.22 0.43 ‐1.80 ‐0.37 0.19 0.12 ‐1.78

53 ‐0.35 0.23 0.34 ‐1.91 ‐0.33 0.24 0.37 ‐2.02 ‐0.17 0.18 0.38 ‐1.60 ‐0.32 0.16 0.12 ‐1.59

54 ‐0.26 0.18 0.30 ‐1.40 ‐0.32 0.17 0.21 ‐1.54 ‐0.11 0.14 0.37 ‐1.09 ‐0.28 0.12 0.15 ‐1.14

55 ‐0.04 0.18 0.89 ‐0.82 ‐0.19 0.14 0.47 ‐0.98 0.01 0.15 0.74 ‐0.78 ‐0.13 0.13 0.55 ‐0.80

56 ‐0.14 0.13 0.40 ‐0.71 ‐0.24 0.11 0.35 ‐0.98 ‐0.06 0.10 0.37 ‐0.67 ‐0.16 0.10 0.30 ‐0.92

57 ‐0.81 0.40 0.51 ‐3.75 ‐0.75 0.35 0.54 ‐3.58 ‐0.49 0.33 0.55 ‐3.10 ‐0.43 0.32 0.82 ‐3.39

58 ‐0.84 0.44 0.43 ‐3.50 ‐0.88 0.40 0.48 ‐3.12 ‐0.55 0.34 0.33 ‐2.97 ‐0.44 0.33 0.50 ‐3.02

59 ‐0.63 0.34 0.31 ‐2.93 ‐0.72 0.37 0.71 ‐2.81 ‐0.39 0.27 0.38 ‐2.14 ‐0.36 0.25 0.31 ‐2.21

60 ‐0.42 0.26 0.30 ‐2.19 ‐0.57 0.28 0.52 ‐2.48 ‐0.27 0.21 0.40 ‐1.89 ‐0.29 0.19 0.22 ‐1.99

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.17 0.18 0.47 ‐1.25 ‐0.43 0.18 0.21 ‐1.71 ‐0.23 0.15 0.31 ‐1.22 ‐0.28 0.13 0.20 ‐1.08

63 ‐0.37 0.14 0.19 ‐1.08 ‐0.36 0.14 0.19 ‐1.17 ‐0.18 0.12 0.30 ‐0.93 ‐0.24 0.11 0.15 ‐0.87

64 ‐0.12 0.08 0.26 ‐0.62 ‐0.26 0.09 0.20 ‐1.06 ‐0.11 0.08 0.22 ‐0.72 ‐0.16 0.08 0.24 ‐0.87

Table B12 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 110o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.17 0.34 1.88 ‐2.63 ‐0.36 0.34 1.29 ‐2.57 ‐0.13 0.26 1.30 ‐2.28 ‐0.18 0.28 1.33 ‐2.30

2 ‐0.03 0.34 1.81 ‐1.66 ‐0.20 0.29 1.11 ‐1.90 0.17 0.30 1.67 ‐1.01 ‐0.01 0.23 0.96 ‐1.42

3 ‐0.10 0.27 1.17 ‐1.49 ‐0.18 0.23 0.64 ‐1.86 0.09 0.22 1.42 ‐0.91 ‐0.09 0.16 0.82 ‐1.22

4 ‐0.15 0.20 0.62 ‐1.64 ‐0.27 0.29 0.91 ‐2.21 ‐0.03 0.12 0.69 ‐1.15 ‐0.14 0.12 0.40 ‐1.14

5 ‐0.17 0.14 0.43 ‐1.66 ‐0.22 0.15 0.43 ‐1.48 ‐0.10 0.11 0.34 ‐0.92 ‐0.16 0.12 0.34 ‐1.01

6 ‐0.13 0.15 0.44 ‐1.25 ‐0.16 0.13 0.41 ‐1.26 ‐0.10 0.12 0.40 ‐0.94 ‐0.12 0.10 0.29 ‐1.05

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.03 0.11 0.52 ‐0.67 ‐0.13 0.11 0.42 ‐1.07 0.00 0.09 0.51 ‐0.79 ‐0.10 0.09 0.24 ‐0.94

9 ‐0.49 0.41 1.01 ‐3.58 ‐0.63 0.46 1.48 ‐3.70 ‐0.42 0.34 1.37 ‐3.14 ‐0.47 0.35 0.86 ‐2.97

10 ‐0.44 0.33 0.67 ‐3.17 ‐0.61 0.35 0.62 ‐3.11 ‐0.45 0.29 0.58 ‐2.43 ‐0.49 0.30 0.36 ‐2.55

11 ‐0.37 0.26 0.54 ‐2.51 ‐0.50 0.27 0.71 ‐2.33 ‐0.26 0.21 0.55 ‐1.75 ‐0.32 0.21 0.38 ‐1.66

12 ‐0.21 0.21 0.62 ‐2.62 ‐0.42 0.22 0.62 ‐2.04 ‐0.18 0.17 0.50 ‐1.52 ‐0.30 0.18 0.29 ‐1.48

13 ‐0.34 0.20 0.40 ‐2.06 ‐0.44 0.21 0.32 ‐2.11 ‐0.26 0.17 0.37 ‐1.40 ‐0.34 0.18 0.24 ‐1.76

14 ‐0.37 0.17 0.20 ‐1.36 ‐0.38 0.19 0.26 ‐1.94 ‐0.32 0.16 0.20 ‐1.45 ‐0.32 0.18 0.16 ‐1.59

15 ‐0.16 0.16 0.47 ‐1.24 ‐0.34 0.17 0.29 ‐1.58 ‐0.22 0.14 0.30 ‐1.34 ‐0.24 0.15 0.23 ‐1.25

16 0.01 0.09 0.35 ‐0.69 ‐0.18 0.09 0.29 ‐0.87 ‐0.10 0.08 0.39 ‐0.84 ‐0.10 0.08 0.28 ‐0.79

17 ‐0.58 0.42 1.71 ‐3.92 ‐0.73 0.46 1.36 ‐3.90 ‐0.45 0.35 1.50 ‐2.92 ‐0.57 0.35 0.64 ‐3.21

18 ‐0.45 0.37 1.14 ‐3.13 0.00 0.00 0.00 0.00 ‐0.24 0.33 1.29 ‐2.03 0.00 0.00 0.00 0.00

19 ‐0.62 0.46 0.91 ‐2.85 ‐0.56 0.28 0.64 ‐2.38 ‐0.26 0.25 0.96 ‐1.62 ‐0.45 0.25 0.58 ‐1.89

20 ‐0.36 0.31 0.66 ‐2.15 ‐0.59 0.25 0.38 ‐2.20 ‐0.24 0.20 0.53 ‐1.94 ‐0.44 0.21 0.28 ‐1.83

21 ‐0.32 0.23 0.52 ‐1.89 ‐0.51 0.23 0.29 ‐2.33 ‐0.23 0.19 0.49 ‐1.67 ‐0.41 0.20 0.19 ‐1.66

22 ‐0.20 0.19 0.47 ‐1.78 ‐0.44 0.19 0.24 ‐2.03 ‐0.11 0.16 0.54 ‐1.46 ‐0.31 0.17 0.24 ‐1.43

23 0.06 0.17 0.96 ‐1.10 ‐0.16 0.16 0.48 ‐1.49 0.09 0.17 1.07 ‐0.85 ‐0.07 0.16 0.68 ‐1.00

24 ‐0.03 0.12 0.50 ‐0.75 ‐0.24 0.13 0.25 ‐1.14 ‐0.01 0.10 0.50 ‐0.70 ‐0.16 0.11 0.25 ‐0.93

25 ‐0.89 0.51 0.78 ‐5.37 ‐0.83 0.50 1.09 ‐4.92 ‐0.70 0.40 0.86 ‐3.68 ‐0.71 0.40 0.62 ‐3.77

26 ‐0.81 0.41 0.53 ‐4.16 ‐0.75 0.39 0.58 ‐3.35 ‐0.68 0.36 0.37 ‐3.36 ‐0.68 0.35 0.37 ‐3.02

27 ‐0.66 0.30 0.34 ‐2.72 ‐0.62 0.29 0.45 ‐2.79 ‐0.43 0.27 0.45 ‐2.74 ‐0.51 0.27 0.31 ‐2.39

28 ‐0.52 0.26 0.41 ‐2.64 ‐0.58 0.25 0.35 ‐2.39 ‐0.35 0.22 0.40 ‐1.88 ‐0.44 0.23 0.22 ‐1.98

29 ‐0.48 0.26 0.29 ‐2.28 ‐0.56 0.25 0.32 ‐2.45 ‐0.37 0.22 0.32 ‐1.93 ‐0.43 0.23 0.21 ‐1.89

30 ‐0.50 0.25 0.31 ‐2.05 ‐0.50 0.24 0.24 ‐2.02 ‐0.30 0.20 0.30 ‐1.82 ‐0.37 0.21 0.23 ‐1.55

31 ‐0.28 0.20 0.39 ‐1.48 ‐0.31 0.19 0.35 ‐1.60 ‐0.22 0.16 0.28 ‐1.40 ‐0.27 0.16 0.30 ‐1.26

32 0.03 0.10 0.38 ‐0.85 ‐0.23 0.10 0.14 ‐1.09 ‐0.04 0.08 0.35 ‐0.65 ‐0.19 0.09 0.12 ‐1.12

33 ‐0.87 0.49 0.88 ‐5.72 ‐0.95 0.46 0.87 ‐4.11 ‐0.67 0.40 1.50 ‐3.19 ‐0.73 0.37 0.57 ‐3.28

34 ‐0.81 0.40 0.58 ‐3.79 ‐0.83 0.39 0.71 ‐2.89 ‐0.45 0.35 0.94 ‐2.58 ‐0.57 0.34 0.55 ‐2.76

35 ‐1.13 0.47 0.32 ‐3.44 ‐0.72 0.31 0.58 ‐2.67 ‐0.50 0.28 0.65 ‐2.52 ‐0.53 0.30 0.43 ‐2.34

36 ‐0.66 0.37 0.40 ‐2.60 ‐0.66 0.28 0.36 ‐2.83 ‐0.46 0.24 0.36 ‐2.11 ‐0.50 0.26 0.22 ‐2.27

37 ‐0.62 0.28 0.29 ‐2.54 ‐0.63 0.26 0.24 ‐2.31 ‐0.43 0.23 0.24 ‐2.13 ‐0.41 0.24 0.21 ‐1.90

38 ‐0.45 0.24 0.29 ‐2.03 ‐0.43 0.22 0.37 ‐2.07 ‐0.31 0.20 0.28 ‐1.74 ‐0.27 0.20 0.33 ‐1.48

39 ‐0.17 0.17 0.63 ‐1.26 ‐0.26 0.17 0.46 ‐1.33 ‐0.03 0.18 0.97 ‐1.11 ‐0.05 0.20 0.96 ‐1.16

40 ‐0.18 0.13 0.31 ‐0.91 ‐0.26 0.13 0.21 ‐1.14 ‐0.09 0.11 0.31 ‐0.92 ‐0.12 0.12 0.30 ‐1.01

41 ‐0.97 0.51 0.60 ‐4.85 ‐0.97 0.51 1.09 ‐5.16 ‐0.79 0.45 0.93 ‐3.80 ‐0.87 0.43 0.49 ‐3.67

42 ‐1.11 0.42 0.18 ‐4.25 ‐1.03 0.41 0.40 ‐4.09 ‐0.80 0.40 0.24 ‐4.08 ‐0.82 0.39 0.16 ‐3.58

43 ‐0.88 0.35 0.45 ‐3.22 ‐0.88 0.33 0.34 ‐3.17 ‐0.58 0.31 0.35 ‐2.99 ‐0.69 0.30 0.17 ‐2.63

44 ‐0.73 0.33 0.34 ‐2.65 ‐0.79 0.30 0.20 ‐2.58 ‐0.49 0.27 0.25 ‐2.52 ‐0.60 0.27 0.11 ‐2.38

45 ‐0.77 0.33 0.14 ‐2.77 ‐0.78 0.29 0.16 ‐2.51 ‐0.54 0.27 0.17 ‐2.33 ‐0.54 0.26 0.16 ‐2.07

46 ‐0.47 0.29 0.39 ‐2.10 0.00 0.00 0.00 0.00 ‐0.39 0.23 0.19 ‐1.96 0.00 0.00 0.00 0.00

47 ‐0.36 0.20 0.27 ‐1.76 ‐0.47 0.19 0.14 ‐1.62 ‐0.35 0.17 0.17 ‐1.55 ‐0.34 0.15 0.10 ‐1.52

48 ‐0.17 0.10 0.17 ‐0.90 ‐0.26 0.10 0.15 ‐1.07 ‐0.15 0.09 0.21 ‐0.78 ‐0.16 0.08 0.15 ‐0.83

49 ‐1.03 0.46 0.50 ‐4.58 ‐1.03 0.48 0.88 ‐5.30 ‐0.76 0.42 0.84 ‐3.60 ‐0.93 0.45 0.38 ‐4.06

50 ‐1.00 0.43 0.52 ‐3.68 ‐0.96 0.41 0.51 ‐3.67 ‐0.67 0.37 0.87 ‐3.37 ‐0.75 0.36 0.34 ‐3.08

51 ‐1.31 0.45 0.16 ‐3.62 ‐1.11 0.43 0.34 ‐3.55 ‐0.60 0.32 0.53 ‐2.61 ‐0.74 0.31 0.16 ‐2.67

52 ‐0.84 0.41 0.27 ‐2.91 ‐0.74 0.37 0.40 ‐2.75 ‐0.48 0.30 0.29 ‐2.40 ‐0.61 0.29 0.10 ‐2.43

53 ‐0.63 0.34 0.30 ‐2.53 ‐0.63 0.32 0.30 ‐2.55 ‐0.40 0.27 0.26 ‐2.16 ‐0.51 0.25 0.11 ‐2.20

54 ‐0.45 0.26 0.26 ‐2.14 ‐0.51 0.24 0.25 ‐1.98 ‐0.28 0.21 0.31 ‐1.84 ‐0.41 0.20 0.15 ‐1.79

55 ‐0.19 0.20 0.68 ‐1.61 ‐0.30 0.17 0.38 ‐1.57 ‐0.09 0.17 0.71 ‐1.18 ‐0.20 0.16 0.54 ‐1.32

56 ‐0.19 0.13 0.32 ‐1.06 ‐0.30 0.12 0.17 ‐1.06 ‐0.11 0.11 0.27 ‐0.84 ‐0.19 0.11 0.24 ‐0.97

57 ‐1.20 0.50 0.16 ‐4.79 ‐1.06 0.48 0.77 ‐5.11 ‐0.84 0.47 0.46 ‐4.45 ‐0.80 0.43 0.55 ‐4.07

58 ‐1.32 0.47 0.12 ‐3.84 ‐1.23 0.43 0.31 ‐4.54 ‐0.93 0.42 0.32 ‐4.36 ‐0.82 0.40 0.28 ‐3.26

59 ‐1.07 0.43 0.18 ‐3.31 ‐1.11 0.42 0.55 ‐3.66 ‐0.73 0.36 0.24 ‐2.96 ‐0.69 0.35 0.19 ‐2.72

60 ‐0.77 0.38 0.27 ‐2.98 ‐0.90 0.38 0.29 ‐2.93 ‐0.56 0.31 0.25 ‐2.52 ‐0.55 0.30 0.17 ‐2.43

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.29 0.26 0.48 ‐1.95 ‐0.63 0.26 0.15 ‐2.20 ‐0.40 0.22 0.31 ‐2.33 ‐0.41 0.19 0.13 ‐1.82

63 ‐0.43 0.17 0.12 ‐1.54 ‐0.46 0.17 0.22 ‐1.71 ‐0.27 0.15 0.22 ‐1.55 ‐0.31 0.13 0.14 ‐1.53

64 ‐0.15 0.08 0.15 ‐0.66 ‐0.29 0.09 0.10 ‐0.98 ‐0.14 0.08 0.24 ‐0.68 ‐0.19 0.07 0.19 ‐0.85

Table B13 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 120o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.34 0.47 2.00 ‐3.99 ‐0.47 0.48 2.12 ‐4.53 ‐0.21 0.38 2.16 ‐3.31 ‐0.28 0.39 1.50 ‐3.07

2 ‐0.12 0.36 1.55 ‐2.24 ‐0.28 0.34 1.02 ‐2.86 0.20 0.34 1.92 ‐1.57 ‐0.04 0.26 1.28 ‐1.99

3 ‐0.15 0.28 1.11 ‐1.72 ‐0.23 0.25 0.62 ‐1.99 0.11 0.25 1.60 ‐1.11 ‐0.12 0.21 0.92 ‐1.70

4 ‐0.17 0.22 0.60 ‐1.48 ‐0.28 0.30 0.81 ‐1.99 ‐0.02 0.14 0.57 ‐1.07 ‐0.17 0.16 0.57 ‐1.57

5 ‐0.16 0.16 0.42 ‐1.66 ‐0.20 0.17 0.43 ‐1.50 ‐0.08 0.13 0.44 ‐1.19 ‐0.21 0.16 0.38 ‐1.34

6 ‐0.10 0.16 0.54 ‐1.46 ‐0.13 0.15 0.45 ‐1.33 ‐0.06 0.15 0.46 ‐1.06 ‐0.15 0.14 0.45 ‐1.32

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.02 0.13 0.51 ‐1.06 ‐0.11 0.13 0.39 ‐1.47 0.02 0.12 0.61 ‐0.99 ‐0.12 0.12 0.41 ‐0.90

9 ‐0.69 0.60 1.96 ‐5.71 ‐0.82 0.64 1.86 ‐5.92 ‐0.55 0.49 1.80 ‐3.88 ‐0.72 0.48 1.10 ‐4.41

10 ‐0.55 0.41 0.86 ‐3.37 ‐0.72 0.43 0.66 ‐3.65 ‐0.55 0.34 0.65 ‐2.73 ‐0.70 0.38 0.38 ‐3.54

11 ‐0.44 0.30 0.73 ‐2.41 ‐0.54 0.30 0.63 ‐2.43 ‐0.30 0.25 0.58 ‐2.00 ‐0.45 0.27 0.46 ‐2.56

12 ‐0.25 0.25 0.69 ‐1.84 ‐0.43 0.26 0.54 ‐1.97 ‐0.19 0.20 0.61 ‐1.65 ‐0.43 0.23 0.36 ‐2.40

13 ‐0.36 0.23 0.59 ‐1.69 ‐0.43 0.24 0.40 ‐2.14 ‐0.27 0.20 0.50 ‐1.73 ‐0.48 0.23 0.23 ‐2.23

14 ‐0.37 0.19 0.24 ‐2.00 ‐0.38 0.22 0.41 ‐2.11 ‐0.34 0.18 0.24 ‐1.36 ‐0.47 0.23 0.32 ‐2.24

15 ‐0.17 0.18 0.53 ‐1.73 ‐0.38 0.20 0.28 ‐2.01 ‐0.29 0.17 0.30 ‐1.51 ‐0.37 0.19 0.33 ‐1.56

16 0.01 0.11 0.48 ‐1.52 ‐0.20 0.12 0.23 ‐1.75 ‐0.13 0.11 0.34 ‐1.13 ‐0.14 0.10 0.29 ‐0.92

17 ‐0.79 0.61 1.98 ‐5.42 ‐0.93 0.66 1.51 ‐6.13 ‐0.61 0.52 2.29 ‐4.25 ‐0.84 0.47 1.44 ‐4.26

18 ‐0.56 0.46 1.32 ‐3.28 0.00 0.00 0.00 0.00 ‐0.24 0.40 1.29 ‐2.55 0.00 0.00 0.00 0.00

19 ‐0.63 0.47 0.90 ‐3.04 ‐0.58 0.34 0.60 ‐2.64 ‐0.29 0.30 0.90 ‐2.06 ‐0.61 0.33 0.62 ‐3.15

20 ‐0.39 0.33 0.78 ‐2.24 ‐0.58 0.29 0.46 ‐2.50 ‐0.28 0.24 0.61 ‐1.72 ‐0.60 0.28 0.32 ‐2.65

21 ‐0.34 0.26 0.69 ‐2.27 ‐0.49 0.27 0.40 ‐2.17 ‐0.27 0.22 0.53 ‐1.60 ‐0.57 0.27 0.20 ‐2.48

22 ‐0.23 0.22 0.69 ‐2.36 ‐0.43 0.23 0.37 ‐1.95 ‐0.14 0.19 0.64 ‐1.22 ‐0.45 0.24 0.33 ‐2.05

23 0.06 0.21 1.12 ‐1.66 ‐0.14 0.20 0.76 ‐1.74 0.11 0.21 1.13 ‐1.16 ‐0.15 0.22 0.84 ‐1.40

24 ‐0.06 0.15 0.58 ‐1.26 ‐0.25 0.16 0.33 ‐1.82 ‐0.03 0.13 0.56 ‐1.03 ‐0.24 0.15 0.29 ‐1.28

25 ‐1.11 0.70 1.04 ‐6.20 ‐1.04 0.71 1.48 ‐6.42 ‐0.92 0.57 1.46 ‐4.92 ‐1.04 0.53 0.89 ‐5.20

26 ‐0.92 0.49 0.79 ‐4.10 ‐0.84 0.47 0.68 ‐4.00 ‐0.87 0.44 0.52 ‐3.40 ‐0.96 0.44 0.31 ‐4.15

27 ‐0.73 0.37 0.58 ‐2.99 ‐0.67 0.36 0.50 ‐3.43 ‐0.52 0.32 0.52 ‐2.23 ‐0.74 0.34 0.26 ‐3.27

28 ‐0.58 0.31 0.62 ‐2.69 ‐0.59 0.31 0.45 ‐2.76 ‐0.42 0.26 0.44 ‐2.03 ‐0.65 0.30 0.26 ‐2.72

29 ‐0.50 0.28 0.56 ‐2.88 ‐0.57 0.29 0.44 ‐2.37 ‐0.46 0.25 0.48 ‐2.06 ‐0.65 0.30 0.25 ‐2.55

30 ‐0.56 0.25 0.32 ‐2.41 ‐0.56 0.26 0.28 ‐2.20 ‐0.41 0.23 0.34 ‐1.97 ‐0.59 0.28 0.22 ‐2.48

31 ‐0.37 0.21 0.41 ‐2.13 ‐0.39 0.21 0.38 ‐2.01 ‐0.33 0.19 0.33 ‐1.66 ‐0.43 0.21 0.16 ‐1.90

32 ‐0.01 0.12 0.48 ‐1.08 ‐0.26 0.12 0.22 ‐1.52 ‐0.08 0.11 0.38 ‐1.13 ‐0.25 0.12 0.20 ‐1.23

33 ‐1.07 0.68 1.44 ‐6.48 ‐1.17 0.66 0.93 ‐5.44 ‐0.90 0.56 1.68 ‐4.76 ‐1.02 0.48 0.80 ‐4.64

34 ‐0.87 0.50 0.80 ‐3.84 ‐0.87 0.50 0.80 ‐4.15 ‐0.47 0.43 1.23 ‐3.05 ‐0.82 0.44 0.59 ‐3.89

35 ‐1.07 0.49 0.46 ‐4.26 ‐0.70 0.38 0.53 ‐3.44 ‐0.53 0.35 0.80 ‐2.44 ‐0.77 0.38 0.80 ‐3.09

36 ‐0.66 0.38 0.71 ‐3.04 ‐0.65 0.33 0.44 ‐3.11 ‐0.54 0.28 0.39 ‐2.28 ‐0.74 0.34 0.28 ‐3.00

37 ‐0.62 0.30 0.42 ‐2.75 ‐0.67 0.30 0.48 ‐2.85 ‐0.53 0.26 0.27 ‐2.28 ‐0.65 0.31 0.22 ‐2.93

38 ‐0.48 0.25 0.49 ‐2.36 ‐0.49 0.25 0.48 ‐2.37 ‐0.42 0.22 0.34 ‐1.82 ‐0.47 0.27 0.38 ‐2.23

39 ‐0.20 0.21 0.81 ‐1.88 ‐0.32 0.22 0.64 ‐1.74 ‐0.09 0.19 0.89 ‐1.28 ‐0.19 0.26 1.10 ‐1.59

40 ‐0.22 0.14 0.39 ‐1.22 ‐0.32 0.16 0.37 ‐1.56 ‐0.15 0.13 0.42 ‐1.24 ‐0.21 0.16 0.38 ‐1.30

41 ‐1.17 0.70 1.17 ‐5.58 ‐1.18 0.71 1.40 ‐6.72 ‐1.10 0.62 1.55 ‐5.24 ‐1.22 0.55 0.94 ‐4.90

42 ‐1.17 0.52 0.62 ‐4.46 ‐1.13 0.52 0.40 ‐4.73 ‐1.03 0.50 0.49 ‐4.28 ‐1.16 0.49 0.19 ‐4.34

43 ‐0.93 0.40 0.59 ‐3.54 ‐0.91 0.40 0.35 ‐4.11 ‐0.73 0.36 0.50 ‐2.77 ‐0.97 0.38 0.23 ‐3.31

44 ‐0.79 0.34 0.54 ‐3.28 ‐0.81 0.35 0.42 ‐3.08 ‐0.65 0.31 0.43 ‐2.90 ‐0.87 0.34 0.22 ‐3.03

45 ‐0.84 0.32 0.32 ‐2.81 ‐0.84 0.32 0.28 ‐3.29 ‐0.69 0.30 0.28 ‐2.77 ‐0.82 0.33 0.12 ‐2.88

46 ‐0.59 0.29 0.43 ‐2.20 0.00 0.00 0.00 0.00 ‐0.56 0.27 0.32 ‐2.29 0.00 0.00 0.00 0.00

47 ‐0.45 0.23 0.36 ‐1.90 ‐0.55 0.22 0.17 ‐1.99 ‐0.46 0.21 0.24 ‐2.24 ‐0.49 0.21 0.13 ‐1.96

48 ‐0.21 0.12 0.32 ‐1.05 ‐0.31 0.13 0.18 ‐1.64 ‐0.20 0.12 0.20 ‐1.22 ‐0.22 0.12 0.13 ‐1.12

49 ‐1.22 0.65 1.11 ‐5.91 ‐1.26 0.68 1.06 ‐6.02 ‐1.07 0.58 1.23 ‐4.95 ‐1.30 0.57 0.91 ‐4.88

50 ‐1.01 0.51 0.72 ‐4.83 ‐1.04 0.52 0.51 ‐4.24 ‐0.75 0.47 0.94 ‐3.55 ‐1.04 0.46 0.46 ‐3.82

51 ‐1.32 0.49 0.36 ‐4.09 ‐1.12 0.46 0.42 ‐4.02 ‐0.73 0.39 0.74 ‐2.99 ‐1.03 0.40 0.22 ‐3.52

52 ‐0.97 0.38 0.27 ‐3.33 ‐0.86 0.38 0.52 ‐3.22 ‐0.68 0.32 0.40 ‐3.24 ‐0.93 0.36 0.29 ‐2.89

53 ‐0.79 0.33 0.34 ‐2.71 ‐0.77 0.33 0.31 ‐2.69 ‐0.60 0.29 0.32 ‐2.73 ‐0.80 0.35 0.17 ‐2.78

54 ‐0.58 0.27 0.41 ‐2.41 ‐0.65 0.28 0.25 ‐2.35 ‐0.46 0.25 0.39 ‐2.14 ‐0.62 0.30 0.29 ‐2.62

55 ‐0.31 0.22 0.56 ‐1.85 ‐0.40 0.21 0.44 ‐1.70 ‐0.22 0.20 0.65 ‐1.48 ‐0.33 0.24 0.84 ‐1.87

56 ‐0.25 0.15 0.33 ‐1.17 ‐0.37 0.15 0.16 ‐1.30 ‐0.19 0.14 0.30 ‐1.08 ‐0.26 0.15 0.24 ‐1.39

57 ‐1.39 0.69 0.56 ‐5.85 ‐1.31 0.69 0.61 ‐6.08 ‐1.19 0.64 0.80 ‐6.23 ‐1.21 0.57 0.82 ‐4.73

58 ‐1.38 0.54 0.37 ‐4.72 ‐1.30 0.54 0.37 ‐4.65 ‐1.18 0.53 0.37 ‐4.46 ‐1.22 0.49 0.28 ‐4.12

59 ‐1.23 0.43 0.19 ‐4.18 ‐1.21 0.45 0.32 ‐3.98 ‐0.97 0.40 0.23 ‐3.72 ‐1.07 0.43 0.16 ‐3.43

60 ‐0.97 0.37 0.28 ‐3.40 ‐1.05 0.39 0.37 ‐3.53 ‐0.82 0.34 0.21 ‐3.19 ‐0.90 0.39 0.23 ‐3.15

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.44 0.30 0.45 ‐2.23 ‐0.81 0.30 0.19 ‐2.42 ‐0.61 0.28 0.22 ‐2.65 ‐0.63 0.30 0.12 ‐2.56

63 ‐0.53 0.22 0.33 ‐1.89 ‐0.58 0.22 0.16 ‐2.05 ‐0.39 0.21 0.26 ‐1.76 ‐0.44 0.20 0.23 ‐1.75

64 ‐0.17 0.11 0.25 ‐1.05 ‐0.33 0.11 0.26 ‐1.27 ‐0.19 0.10 0.25 ‐1.00 ‐0.23 0.10 0.15 ‐1.07

Table B14 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 130o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.65 0.63 1.83 ‐5.28 ‐0.69 0.61 2.12 ‐4.56 ‐0.37 0.47 2.13 ‐5.13 ‐0.54 0.50 1.68 ‐4.34

2 ‐0.26 0.39 1.35 ‐2.96 ‐0.42 0.37 1.01 ‐2.86 0.02 0.38 1.77 ‐2.04 ‐0.16 0.32 1.06 ‐2.89

3 ‐0.27 0.31 1.38 ‐2.11 ‐0.32 0.27 0.61 ‐1.94 ‐0.02 0.28 1.44 ‐1.74 ‐0.23 0.26 0.88 ‐2.41

4 ‐0.25 0.24 0.59 ‐1.81 ‐0.32 0.30 0.73 ‐2.11 ‐0.08 0.18 0.65 ‐1.56 ‐0.23 0.21 0.61 ‐1.98

5 ‐0.23 0.19 0.44 ‐1.89 ‐0.24 0.18 0.50 ‐1.71 ‐0.10 0.16 0.51 ‐1.38 ‐0.26 0.19 0.50 ‐1.78

6 ‐0.14 0.18 0.50 ‐1.98 ‐0.14 0.17 0.59 ‐2.04 ‐0.05 0.16 0.54 ‐1.29 ‐0.18 0.18 0.59 ‐1.42

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.04 0.13 0.68 ‐1.25 ‐0.10 0.13 0.47 ‐1.09 0.04 0.12 0.57 ‐1.09 ‐0.14 0.14 0.41 ‐1.27

9 ‐1.08 0.85 1.97 ‐6.59 ‐1.20 0.83 2.12 ‐6.05 ‐0.73 0.62 2.23 ‐5.69 ‐1.03 0.59 1.12 ‐5.61

10 ‐0.77 0.53 0.84 ‐3.96 ‐0.93 0.52 0.56 ‐4.38 ‐0.66 0.40 0.64 ‐3.02 ‐0.90 0.46 0.41 ‐4.10

11 ‐0.60 0.37 0.57 ‐2.98 ‐0.64 0.35 0.61 ‐2.86 ‐0.39 0.29 0.54 ‐2.11 ‐0.57 0.33 0.60 ‐2.83

12 ‐0.38 0.30 0.65 ‐2.21 ‐0.50 0.29 0.64 ‐2.59 ‐0.26 0.23 0.68 ‐1.71 ‐0.55 0.29 0.51 ‐2.64

13 ‐0.47 0.27 0.39 ‐2.20 ‐0.49 0.26 0.40 ‐2.52 ‐0.29 0.21 0.55 ‐1.62 ‐0.60 0.28 0.48 ‐2.78

14 ‐0.45 0.22 0.21 ‐1.78 ‐0.42 0.24 0.48 ‐2.39 ‐0.36 0.20 0.33 ‐1.87 ‐0.60 0.27 0.27 ‐2.94

15 ‐0.21 0.20 0.52 ‐1.56 ‐0.41 0.21 0.36 ‐1.81 ‐0.31 0.18 0.34 ‐1.98 ‐0.47 0.22 0.28 ‐2.28

16 0.01 0.12 0.47 ‐1.09 ‐0.22 0.13 0.27 ‐1.41 ‐0.13 0.11 0.31 ‐1.01 ‐0.19 0.12 0.29 ‐1.20

17 ‐1.19 0.84 2.11 ‐6.48 ‐1.35 0.87 1.72 ‐6.41 ‐0.84 0.65 2.16 ‐5.94 ‐1.13 0.59 2.01 ‐5.78

18 ‐0.85 0.59 1.17 ‐4.51 0.00 0.00 0.00 0.00 ‐0.44 0.50 1.20 ‐3.14 0.00 0.00 0.00 0.00

19 ‐0.82 0.50 0.92 ‐3.42 ‐0.72 0.40 0.61 ‐3.23 ‐0.39 0.35 0.86 ‐2.75 ‐0.77 0.40 0.69 ‐3.71

20 ‐0.52 0.38 0.73 ‐2.88 ‐0.68 0.33 0.42 ‐3.08 ‐0.33 0.27 0.60 ‐2.01 ‐0.75 0.34 0.52 ‐3.02

21 ‐0.47 0.31 0.59 ‐2.37 ‐0.55 0.29 0.49 ‐2.58 ‐0.29 0.24 0.57 ‐1.75 ‐0.71 0.31 0.35 ‐2.70

22 ‐0.34 0.26 0.59 ‐1.86 ‐0.48 0.25 0.40 ‐2.25 ‐0.14 0.21 0.63 ‐1.63 ‐0.57 0.28 0.35 ‐2.38

23 ‐0.03 0.24 0.99 ‐1.33 ‐0.16 0.23 0.92 ‐2.10 0.15 0.24 1.29 ‐1.01 ‐0.22 0.26 0.88 ‐1.50

24 ‐0.12 0.16 0.66 ‐1.14 ‐0.24 0.17 0.44 ‐1.65 ‐0.02 0.15 0.61 ‐1.04 ‐0.31 0.18 0.38 ‐1.40

25 ‐1.47 0.94 1.37 ‐7.72 ‐1.49 1.01 1.59 ‐8.64 ‐1.17 0.72 1.55 ‐6.77 ‐1.34 0.65 0.60 ‐6.11

26 ‐1.15 0.64 0.82 ‐4.84 ‐1.04 0.59 0.68 ‐4.70 ‐1.00 0.50 0.62 ‐4.11 ‐1.17 0.51 0.39 ‐5.65

27 ‐0.91 0.46 0.54 ‐4.06 ‐0.80 0.43 0.53 ‐3.07 ‐0.60 0.35 0.61 ‐3.05 ‐0.93 0.40 0.36 ‐3.74

28 ‐0.72 0.37 0.53 ‐2.94 ‐0.69 0.35 0.43 ‐2.62 ‐0.46 0.29 0.53 ‐2.38 ‐0.82 0.35 0.39 ‐2.89

29 ‐0.58 0.33 0.43 ‐2.40 ‐0.63 0.32 0.46 ‐2.76 ‐0.47 0.27 0.38 ‐2.08 ‐0.83 0.35 0.28 ‐2.81

30 ‐0.64 0.29 0.35 ‐2.31 ‐0.60 0.29 0.40 ‐2.55 ‐0.44 0.25 0.38 ‐2.05 ‐0.78 0.31 0.26 ‐2.78

31 ‐0.43 0.24 0.37 ‐2.21 ‐0.43 0.24 0.35 ‐2.20 ‐0.37 0.21 0.43 ‐1.83 ‐0.57 0.24 0.23 ‐2.13

32 ‐0.03 0.13 0.58 ‐1.09 ‐0.27 0.14 0.20 ‐1.63 ‐0.10 0.12 0.40 ‐1.23 ‐0.31 0.14 0.22 ‐1.48

33 ‐1.43 0.94 1.87 ‐8.25 ‐1.56 0.88 1.65 ‐6.62 ‐1.15 0.74 1.69 ‐6.84 ‐1.26 0.58 0.83 ‐5.51

34 ‐1.13 0.67 0.80 ‐5.04 ‐1.08 0.65 0.93 ‐4.52 ‐0.57 0.53 1.04 ‐4.15 ‐1.02 0.51 0.55 ‐4.93

35 ‐1.18 0.56 0.44 ‐4.35 ‐0.83 0.47 0.69 ‐3.76 ‐0.59 0.39 0.78 ‐3.25 ‐0.97 0.44 0.45 ‐3.60

36 ‐0.73 0.43 0.63 ‐3.11 ‐0.73 0.39 0.45 ‐3.19 ‐0.57 0.31 0.47 ‐2.56 ‐0.93 0.39 0.42 ‐3.44

37 ‐0.70 0.36 0.50 ‐2.86 ‐0.72 0.34 0.34 ‐2.95 ‐0.54 0.28 0.43 ‐2.21 ‐0.85 0.36 0.38 ‐3.00

38 ‐0.52 0.30 0.59 ‐2.36 ‐0.52 0.29 0.51 ‐2.57 ‐0.42 0.24 0.45 ‐2.07 ‐0.67 0.32 0.39 ‐2.72

39 ‐0.25 0.25 0.77 ‐1.55 ‐0.36 0.26 0.77 ‐2.29 ‐0.07 0.23 0.95 ‐1.65 ‐0.35 0.29 0.88 ‐1.96

40 ‐0.25 0.16 0.40 ‐1.27 ‐0.34 0.18 0.36 ‐2.01 ‐0.15 0.15 0.45 ‐1.16 ‐0.33 0.19 0.42 ‐1.63

41 ‐1.45 0.95 1.85 ‐7.46 ‐1.54 0.96 1.79 ‐7.62 ‐1.33 0.78 2.12 ‐6.94 ‐1.49 0.65 0.38 ‐6.63

42 ‐1.32 0.68 0.68 ‐5.44 ‐1.33 0.66 0.51 ‐5.44 ‐1.17 0.56 0.41 ‐4.48 ‐1.40 0.56 0.27 ‐5.09

43 ‐0.99 0.52 0.75 ‐4.37 ‐1.01 0.48 0.45 ‐3.55 ‐0.78 0.40 0.45 ‐3.37 ‐1.18 0.44 0.38 ‐3.96

44 ‐0.82 0.42 0.70 ‐3.16 ‐0.86 0.40 0.52 ‐2.96 ‐0.67 0.34 0.54 ‐2.94 ‐1.08 0.39 0.27 ‐3.66

45 ‐0.84 0.37 0.38 ‐3.19 ‐0.86 0.37 0.39 ‐3.10 ‐0.69 0.33 0.39 ‐2.74 ‐1.04 0.38 0.27 ‐3.64

46 ‐0.62 0.31 0.47 ‐2.54 0.00 0.00 0.00 0.00 ‐0.60 0.28 0.42 ‐2.63 0.00 0.00 0.00 0.00

47 ‐0.48 0.25 0.46 ‐2.00 ‐0.59 0.25 0.28 ‐2.57 ‐0.52 0.24 0.28 ‐2.41 ‐0.67 0.25 0.15 ‐2.50

48 ‐0.23 0.15 0.31 ‐1.31 ‐0.34 0.16 0.25 ‐1.59 ‐0.23 0.13 0.27 ‐1.59 ‐0.32 0.15 0.24 ‐1.51

49 ‐1.52 0.92 1.52 ‐8.71 ‐1.61 0.90 1.44 ‐7.60 ‐1.35 0.76 1.96 ‐6.27 ‐1.56 0.66 0.56 ‐6.21

50 ‐1.14 0.66 0.87 ‐5.03 ‐1.22 0.66 0.51 ‐4.70 ‐0.76 0.54 1.01 ‐4.52 ‐1.26 0.53 0.46 ‐4.90

51 ‐1.34 0.56 0.37 ‐4.39 ‐1.18 0.54 0.52 ‐3.99 ‐0.71 0.43 0.77 ‐3.73 ‐1.22 0.46 0.42 ‐4.13

52 ‐0.99 0.42 0.36 ‐3.42 ‐0.90 0.44 0.56 ‐3.50 ‐0.70 0.35 0.40 ‐3.01 ‐1.16 0.41 0.47 ‐3.83

53 ‐0.84 0.37 0.38 ‐3.06 ‐0.81 0.37 0.44 ‐3.13 ‐0.64 0.31 0.43 ‐2.77 ‐1.06 0.39 0.30 ‐3.27

54 ‐0.63 0.31 0.50 ‐2.45 ‐0.68 0.32 0.42 ‐3.07 ‐0.50 0.27 0.48 ‐2.15 ‐0.87 0.35 0.23 ‐2.78

55 ‐0.37 0.26 0.68 ‐1.84 ‐0.43 0.26 0.59 ‐2.21 ‐0.23 0.24 1.04 ‐1.59 ‐0.50 0.30 0.70 ‐2.12

56 ‐0.28 0.16 0.38 ‐1.43 ‐0.40 0.17 0.23 ‐2.18 ‐0.21 0.15 0.57 ‐1.42 ‐0.39 0.20 0.30 ‐1.72

57 ‐1.65 0.94 0.93 ‐8.47 ‐1.63 0.92 0.81 ‐6.69 ‐1.47 0.82 1.28 ‐7.26 ‐1.55 0.66 0.62 ‐6.62

58 ‐1.43 0.66 0.56 ‐5.27 ‐1.41 0.69 0.54 ‐5.24 ‐1.33 0.61 0.46 ‐5.88 ‐1.49 0.56 0.09 ‐5.09

59 ‐1.22 0.51 0.44 ‐4.06 ‐1.23 0.53 0.46 ‐4.10 ‐1.03 0.45 0.38 ‐4.14 ‐1.34 0.47 0.17 ‐4.54

60 ‐0.97 0.42 0.39 ‐3.48 ‐1.05 0.44 0.54 ‐3.84 ‐0.87 0.37 0.30 ‐3.08 ‐1.20 0.42 0.44 ‐3.43

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.49 0.32 0.66 ‐2.46 ‐0.87 0.33 0.31 ‐3.00 ‐0.72 0.30 0.24 ‐2.66 ‐0.91 0.36 0.13 ‐3.20

63 ‐0.61 0.25 0.32 ‐2.16 ‐0.63 0.25 0.26 ‐2.52 ‐0.48 0.24 0.27 ‐2.11 ‐0.63 0.27 0.13 ‐2.57

64 ‐0.19 0.14 0.38 ‐1.32 ‐0.35 0.15 0.23 ‐1.76 ‐0.22 0.13 0.24 ‐1.24 ‐0.30 0.14 0.18 ‐1.34

Table B15 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 140o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.98 0.76 2.34 ‐5.74 ‐0.77 0.65 2.29 ‐5.74 ‐0.55 0.58 2.58 ‐5.94 ‐0.83 0.60 1.06 ‐5.01

2 ‐0.36 0.43 1.37 ‐2.84 ‐0.47 0.37 0.87 ‐3.09 ‐0.20 0.36 1.44 ‐2.62 ‐0.36 0.38 0.94 ‐3.13

3 ‐0.36 0.34 1.15 ‐2.39 ‐0.36 0.27 0.53 ‐1.93 ‐0.19 0.28 1.03 ‐2.18 ‐0.37 0.32 0.87 ‐2.96

4 ‐0.31 0.26 0.74 ‐2.17 ‐0.34 0.30 1.05 ‐1.99 ‐0.18 0.20 0.58 ‐1.73 ‐0.32 0.26 0.74 ‐2.41

5 ‐0.29 0.21 0.43 ‐1.97 ‐0.24 0.19 0.54 ‐1.45 ‐0.17 0.18 0.50 ‐1.52 ‐0.31 0.23 0.49 ‐2.23

6 ‐0.20 0.20 0.55 ‐1.95 ‐0.13 0.17 0.68 ‐1.34 ‐0.08 0.17 0.68 ‐1.76 ‐0.20 0.21 0.61 ‐2.00

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.07 0.15 0.68 ‐1.21 ‐0.07 0.14 0.57 ‐1.36 0.02 0.13 0.57 ‐1.28 ‐0.13 0.15 0.61 ‐1.25

9 ‐1.62 1.05 1.74 ‐7.52 ‐1.39 0.86 2.57 ‐6.65 ‐0.91 0.71 2.05 ‐6.79 ‐1.32 0.69 1.19 ‐5.87

10 ‐1.03 0.61 0.97 ‐4.59 ‐1.07 0.52 0.41 ‐3.98 ‐0.80 0.45 0.81 ‐4.11 ‐1.09 0.52 0.42 ‐4.34

11 ‐0.77 0.42 0.57 ‐3.47 ‐0.71 0.35 0.64 ‐3.01 ‐0.55 0.32 0.60 ‐3.11 ‐0.70 0.38 0.68 ‐3.11

12 ‐0.51 0.33 0.70 ‐2.42 ‐0.56 0.28 0.49 ‐2.62 ‐0.40 0.26 0.61 ‐2.48 ‐0.65 0.33 0.52 ‐2.59

13 ‐0.61 0.30 0.49 ‐2.50 ‐0.53 0.26 0.52 ‐2.30 ‐0.40 0.24 0.57 ‐2.15 ‐0.69 0.32 0.37 ‐2.88

14 ‐0.57 0.25 0.22 ‐1.97 ‐0.46 0.25 0.52 ‐2.25 ‐0.42 0.21 0.43 ‐1.86 ‐0.68 0.30 0.44 ‐2.93

15 ‐0.27 0.22 0.48 ‐2.19 ‐0.46 0.22 0.34 ‐2.11 ‐0.37 0.19 0.42 ‐1.48 ‐0.52 0.24 0.39 ‐2.21

16 ‐0.01 0.14 0.50 ‐1.78 ‐0.23 0.13 0.37 ‐1.69 ‐0.16 0.12 0.37 ‐1.04 ‐0.21 0.14 0.38 ‐1.43

17 ‐1.73 1.02 2.06 ‐8.01 ‐1.63 0.92 1.68 ‐6.77 ‐1.08 0.71 2.47 ‐6.53 ‐1.37 0.67 1.19 ‐5.86

18 ‐1.18 0.69 0.84 ‐5.16 0.00 0.00 0.00 0.00 ‐0.78 0.51 1.14 ‐4.04 0.00 0.00 0.00 0.00

19 ‐1.04 0.55 0.62 ‐4.19 ‐0.81 0.40 0.59 ‐3.37 ‐0.63 0.38 0.71 ‐3.29 ‐0.91 0.46 0.60 ‐3.88

20 ‐0.70 0.42 0.62 ‐3.15 ‐0.76 0.33 0.41 ‐2.47 ‐0.51 0.31 0.72 ‐2.56 ‐0.86 0.39 0.50 ‐3.73

21 ‐0.63 0.34 0.65 ‐2.74 ‐0.60 0.29 0.45 ‐2.42 ‐0.43 0.27 0.66 ‐2.14 ‐0.80 0.35 0.53 ‐3.09

22 ‐0.48 0.29 0.57 ‐2.14 ‐0.52 0.26 0.40 ‐2.31 ‐0.24 0.24 0.58 ‐1.82 ‐0.64 0.31 0.41 ‐2.88

23 ‐0.14 0.25 1.09 ‐1.70 ‐0.15 0.24 0.92 ‐1.69 0.09 0.26 1.32 ‐1.61 ‐0.26 0.28 0.98 ‐2.33

24 ‐0.18 0.16 0.55 ‐1.52 ‐0.24 0.17 0.42 ‐1.57 ‐0.06 0.16 0.61 ‐1.19 ‐0.33 0.19 0.40 ‐1.74

25 ‐2.03 1.16 1.85 ‐8.43 ‐1.93 1.12 1.43 ‐8.76 ‐1.42 0.79 2.59 ‐6.56 ‐1.58 0.75 1.22 ‐6.63

26 ‐1.50 0.77 0.76 ‐6.22 ‐1.25 0.62 0.52 ‐4.80 ‐1.20 0.54 0.63 ‐4.60 ‐1.34 0.59 0.41 ‐5.02

27 ‐1.14 0.54 0.70 ‐4.24 ‐0.95 0.44 0.42 ‐3.54 ‐0.82 0.40 0.54 ‐3.51 ‐1.08 0.46 0.39 ‐4.24

28 ‐0.90 0.43 0.68 ‐3.48 ‐0.80 0.36 0.41 ‐3.07 ‐0.64 0.32 0.54 ‐2.86 ‐0.95 0.40 0.42 ‐3.78

29 ‐0.71 0.38 0.67 ‐3.31 ‐0.71 0.33 0.45 ‐2.87 ‐0.60 0.29 0.42 ‐2.57 ‐0.94 0.38 0.37 ‐3.31

30 ‐0.77 0.33 0.44 ‐2.95 ‐0.68 0.31 0.34 ‐2.51 ‐0.54 0.26 0.41 ‐2.40 ‐0.88 0.34 0.35 ‐3.02

31 ‐0.52 0.27 0.47 ‐2.76 ‐0.49 0.25 0.42 ‐2.10 ‐0.45 0.22 0.30 ‐1.88 ‐0.65 0.27 0.28 ‐2.26

32 ‐0.07 0.15 0.54 ‐1.50 ‐0.29 0.15 0.26 ‐1.39 ‐0.14 0.12 0.39 ‐1.09 ‐0.34 0.16 0.37 ‐1.45

33 ‐2.01 1.17 1.80 ‐8.61 ‐2.00 0.97 1.29 ‐8.39 ‐1.45 0.81 1.92 ‐6.95 ‐1.48 0.67 1.52 ‐5.58

34 ‐1.51 0.82 0.99 ‐6.24 ‐1.33 0.68 0.49 ‐6.09 ‐0.92 0.60 0.98 ‐4.20 ‐1.22 0.60 0.76 ‐5.46

35 ‐1.41 0.65 0.68 ‐5.08 ‐1.01 0.50 0.56 ‐4.00 ‐0.84 0.44 0.93 ‐3.36 ‐1.14 0.50 0.55 ‐4.05

36 ‐0.90 0.49 0.70 ‐3.68 ‐0.85 0.41 0.51 ‐3.10 ‐0.73 0.35 0.53 ‐2.98 ‐1.08 0.44 0.45 ‐4.31

37 ‐0.86 0.41 0.51 ‐2.82 ‐0.83 0.36 0.37 ‐2.88 ‐0.66 0.31 0.50 ‐2.68 ‐0.99 0.41 0.43 ‐3.55

38 ‐0.66 0.35 0.54 ‐2.63 ‐0.59 0.31 0.51 ‐2.49 ‐0.49 0.27 0.42 ‐2.31 ‐0.79 0.36 0.43 ‐2.99

39 ‐0.38 0.27 0.64 ‐1.94 ‐0.44 0.28 0.71 ‐2.70 ‐0.10 0.26 1.11 ‐1.65 ‐0.46 0.31 0.81 ‐2.43

40 ‐0.31 0.17 0.34 ‐1.45 ‐0.37 0.19 0.37 ‐1.81 ‐0.17 0.17 0.57 ‐1.54 ‐0.40 0.20 0.46 ‐1.56

41 ‐1.97 1.22 1.70 ‐9.20 ‐2.10 1.16 1.39 ‐8.26 ‐1.60 0.85 2.65 ‐7.04 ‐1.70 0.75 0.79 ‐7.32

42 ‐1.62 0.85 0.98 ‐6.73 ‐1.65 0.75 0.38 ‐5.66 ‐1.38 0.59 0.83 ‐4.75 ‐1.58 0.63 0.32 ‐5.24

43 ‐1.17 0.63 0.76 ‐4.44 ‐1.21 0.53 0.45 ‐4.04 ‐0.96 0.43 0.67 ‐3.45 ‐1.34 0.50 0.31 ‐4.44

44 ‐0.95 0.51 0.79 ‐3.46 ‐1.01 0.44 0.38 ‐3.59 ‐0.80 0.36 0.45 ‐2.92 ‐1.21 0.44 0.37 ‐3.98

45 ‐0.95 0.44 0.52 ‐3.34 ‐0.97 0.40 0.29 ‐3.86 ‐0.77 0.33 0.47 ‐2.84 ‐1.16 0.42 0.32 ‐3.80

46 ‐0.72 0.37 0.56 ‐3.09 0.00 0.00 0.00 0.00 ‐0.65 0.29 0.34 ‐2.41 0.00 0.00 0.00 0.00

47 ‐0.54 0.29 0.41 ‐2.46 ‐0.65 0.28 0.40 ‐2.68 ‐0.57 0.24 0.26 ‐2.60 ‐0.76 0.29 0.27 ‐2.70

48 ‐0.27 0.17 0.35 ‐1.64 ‐0.38 0.17 0.27 ‐2.04 ‐0.25 0.14 0.35 ‐1.68 ‐0.39 0.18 0.24 ‐1.66

49 ‐1.97 1.12 1.51 ‐8.73 ‐2.14 1.06 1.84 ‐7.86 ‐1.66 0.87 2.07 ‐7.41 ‐1.76 0.75 0.46 ‐7.33

50 ‐1.48 0.84 0.94 ‐6.16 ‐1.60 0.79 0.60 ‐5.35 ‐0.99 0.65 1.25 ‐4.52 ‐1.44 0.60 0.31 ‐5.06

51 ‐1.52 0.66 0.62 ‐5.29 ‐1.44 0.63 0.54 ‐4.70 ‐0.85 0.48 0.81 ‐3.66 ‐1.36 0.53 0.40 ‐4.57

52 ‐1.14 0.51 0.52 ‐3.84 ‐1.06 0.50 0.50 ‐3.63 ‐0.79 0.37 0.44 ‐3.05 ‐1.28 0.46 0.36 ‐4.27

53 ‐0.99 0.44 0.41 ‐3.53 ‐0.93 0.42 0.43 ‐3.38 ‐0.68 0.33 0.50 ‐2.78 ‐1.18 0.42 0.38 ‐3.96

54 ‐0.77 0.37 0.43 ‐2.98 ‐0.77 0.36 0.44 ‐2.89 ‐0.51 0.28 0.58 ‐2.43 ‐1.00 0.37 0.21 ‐3.32

55 ‐0.49 0.29 0.58 ‐2.42 ‐0.48 0.29 0.68 ‐2.78 ‐0.19 0.27 1.12 ‐1.67 ‐0.62 0.31 0.67 ‐2.44

56 ‐0.31 0.17 0.33 ‐1.48 ‐0.43 0.19 0.32 ‐2.12 ‐0.20 0.17 0.71 ‐1.18 ‐0.48 0.21 0.32 ‐1.84

57 ‐2.07 1.22 1.00 ‐9.15 ‐2.16 1.10 1.06 ‐7.83 ‐1.77 0.94 1.56 ‐8.41 ‐1.83 0.76 0.82 ‐6.78

58 ‐1.62 0.83 0.78 ‐6.44 ‐1.75 0.85 0.47 ‐6.49 ‐1.51 0.65 0.41 ‐5.30 ‐1.70 0.64 0.27 ‐5.90

59 ‐1.33 0.63 0.60 ‐4.86 ‐1.44 0.63 0.44 ‐4.78 ‐1.13 0.47 0.41 ‐3.82 ‐1.50 0.53 0.24 ‐4.57

60 ‐1.06 0.51 0.58 ‐3.90 ‐1.19 0.51 0.33 ‐4.21 ‐0.93 0.38 0.48 ‐3.01 ‐1.35 0.47 0.19 ‐4.22

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.53 0.37 0.74 ‐2.61 ‐0.95 0.38 0.27 ‐3.19 ‐0.73 0.30 0.29 ‐2.47 ‐1.11 0.38 0.31 ‐3.45

63 ‐0.64 0.28 0.42 ‐2.41 ‐0.69 0.29 0.36 ‐2.66 ‐0.52 0.25 0.27 ‐2.04 ‐0.80 0.30 0.23 ‐2.42

64 ‐0.21 0.16 0.44 ‐1.45 ‐0.37 0.16 0.35 ‐1.54 ‐0.23 0.14 0.28 ‐1.39 ‐0.38 0.17 0.30 ‐1.41

Table B16 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.02 0.80 2.32 ‐6.36 ‐0.89 0.76 2.92 ‐6.36 ‐0.75 0.75 2.63 ‐5.88 ‐1.29 0.75 1.59 ‐8.31

2 ‐0.39 0.43 1.10 ‐2.97 ‐0.52 0.42 0.91 ‐3.36 ‐0.35 0.38 1.18 ‐2.85 ‐0.66 0.47 0.77 ‐3.56

3 ‐0.38 0.35 0.94 ‐3.03 ‐0.43 0.32 0.54 ‐2.59 ‐0.32 0.32 0.93 ‐2.34 ‐0.58 0.37 0.70 ‐2.92

4 ‐0.34 0.27 0.54 ‐2.75 ‐0.44 0.35 0.77 ‐2.53 ‐0.28 0.25 0.66 ‐2.07 ‐0.47 0.32 0.61 ‐3.03

5 ‐0.29 0.22 0.52 ‐2.04 ‐0.27 0.22 0.62 ‐2.32 ‐0.24 0.21 0.50 ‐1.61 ‐0.40 0.27 0.47 ‐2.41

6 ‐0.20 0.21 0.57 ‐1.90 ‐0.19 0.20 0.67 ‐2.22 ‐0.14 0.21 0.62 ‐1.91 ‐0.27 0.24 0.55 ‐1.98

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.05 0.16 0.66 ‐1.30 ‐0.12 0.15 0.55 ‐1.77 ‐0.02 0.16 0.65 ‐1.43 ‐0.16 0.17 0.54 ‐1.50

9 ‐1.53 0.95 2.04 ‐7.07 ‐1.28 0.87 2.45 ‐7.73 ‐1.02 0.87 2.55 ‐6.67 ‐1.68 0.81 1.99 ‐6.55

10 ‐1.07 0.56 0.60 ‐4.27 ‐1.06 0.53 0.82 ‐4.99 ‐0.83 0.52 1.03 ‐4.03 ‐1.33 0.61 0.41 ‐5.57

11 ‐0.77 0.40 0.67 ‐3.32 ‐0.79 0.39 0.66 ‐3.62 ‐0.61 0.38 0.80 ‐2.81 ‐0.91 0.45 0.70 ‐4.11

12 ‐0.57 0.32 0.50 ‐2.63 ‐0.65 0.32 0.67 ‐2.67 ‐0.48 0.32 0.68 ‐2.66 ‐0.84 0.40 0.52 ‐3.84

13 ‐0.52 0.29 0.51 ‐2.20 ‐0.59 0.29 0.47 ‐2.64 ‐0.45 0.28 0.54 ‐2.32 ‐0.84 0.38 0.43 ‐3.45

14 ‐0.50 0.24 0.27 ‐1.93 ‐0.56 0.27 0.45 ‐2.30 ‐0.44 0.24 0.47 ‐2.59 ‐0.81 0.34 0.42 ‐3.02

15 ‐0.38 0.22 0.40 ‐2.11 ‐0.49 0.25 0.41 ‐2.26 ‐0.37 0.22 0.45 ‐1.95 ‐0.59 0.27 0.40 ‐2.32

16 ‐0.17 0.14 0.42 ‐1.64 ‐0.24 0.14 0.37 ‐1.51 ‐0.16 0.14 0.44 ‐1.79 ‐0.25 0.17 0.35 ‐1.86

17 ‐1.72 0.97 1.55 ‐8.05 ‐1.46 0.89 2.87 ‐7.46 ‐1.15 0.88 2.62 ‐6.84 ‐1.70 0.80 1.36 ‐6.48

18 ‐1.15 0.64 0.67 ‐4.74 0.00 0.00 0.00 0.00 ‐0.94 0.57 1.05 ‐4.36 0.00 0.00 0.00 0.00

19 ‐1.05 0.50 0.52 ‐3.71 ‐0.87 0.43 0.50 ‐3.72 ‐0.73 0.43 0.82 ‐3.27 ‐1.14 0.53 0.68 ‐4.05

20 ‐0.77 0.39 0.47 ‐3.00 ‐0.76 0.36 0.48 ‐3.27 ‐0.61 0.36 0.71 ‐2.81 ‐1.05 0.46 0.49 ‐3.68

21 ‐0.62 0.32 0.51 ‐2.47 ‐0.65 0.32 0.51 ‐3.73 ‐0.53 0.32 0.67 ‐2.55 ‐0.96 0.42 0.53 ‐3.35

22 ‐0.43 0.28 0.57 ‐2.32 ‐0.50 0.28 0.54 ‐3.48 ‐0.37 0.28 0.65 ‐2.52 ‐0.78 0.36 0.61 ‐2.99

23 ‐0.12 0.26 1.18 ‐1.82 ‐0.21 0.26 0.88 ‐2.49 ‐0.07 0.27 0.94 ‐2.21 ‐0.37 0.31 0.84 ‐2.40

24 ‐0.17 0.17 0.67 ‐1.40 ‐0.26 0.18 0.40 ‐1.71 ‐0.14 0.17 0.65 ‐1.77 ‐0.37 0.20 0.37 ‐2.01

25 ‐2.13 1.09 1.29 ‐9.66 ‐1.74 0.99 1.63 ‐9.59 ‐1.37 0.91 2.80 ‐7.46 ‐1.87 0.88 1.06 ‐8.25

26 ‐1.60 0.73 0.30 ‐5.62 ‐1.34 0.59 0.60 ‐5.26 ‐1.16 0.60 0.98 ‐4.46 ‐1.56 0.69 0.45 ‐5.43

27 ‐1.16 0.51 0.55 ‐3.97 ‐1.01 0.44 0.30 ‐3.75 ‐0.89 0.46 0.87 ‐4.11 ‐1.28 0.55 0.36 ‐4.45

28 ‐0.91 0.41 0.54 ‐3.16 ‐0.83 0.37 0.44 ‐3.15 ‐0.74 0.38 0.62 ‐2.95 ‐1.13 0.48 0.44 ‐3.76

29 ‐0.81 0.36 0.41 ‐2.78 ‐0.74 0.34 0.34 ‐3.08 ‐0.69 0.34 0.58 ‐3.04 ‐1.10 0.45 0.42 ‐3.73

30 ‐0.72 0.32 0.35 ‐2.59 ‐0.70 0.31 0.34 ‐2.92 ‐0.62 0.30 0.55 ‐2.40 ‐1.02 0.40 0.37 ‐3.25

31 ‐0.54 0.27 0.34 ‐2.30 ‐0.56 0.25 0.41 ‐2.39 ‐0.50 0.26 0.42 ‐2.04 ‐0.74 0.31 0.29 ‐2.76

32 ‐0.20 0.14 0.33 ‐1.41 ‐0.33 0.16 0.26 ‐1.95 ‐0.19 0.15 0.42 ‐1.72 ‐0.38 0.18 0.27 ‐2.04

33 ‐2.27 1.13 1.42 ‐8.49 ‐1.86 0.93 2.17 ‐9.91 ‐1.42 0.90 2.72 ‐7.39 ‐1.75 0.79 0.99 ‐7.05

34 ‐1.59 0.79 0.67 ‐6.15 ‐1.35 0.63 0.40 ‐5.17 ‐1.12 0.62 0.99 ‐4.57 ‐1.49 0.71 0.52 ‐5.77

35 ‐1.46 0.62 0.33 ‐4.77 ‐1.05 0.47 0.53 ‐4.03 ‐0.98 0.48 0.81 ‐3.65 ‐1.34 0.58 0.71 ‐4.82

36 ‐1.03 0.48 0.49 ‐3.71 ‐0.95 0.41 0.25 ‐3.69 ‐0.85 0.40 0.69 ‐3.15 ‐1.27 0.52 0.26 ‐3.97

37 ‐0.93 0.39 0.33 ‐3.53 ‐0.82 0.36 0.33 ‐3.43 ‐0.77 0.36 0.65 ‐2.82 ‐1.16 0.47 0.23 ‐4.37

38 ‐0.73 0.33 0.51 ‐2.50 ‐0.63 0.31 0.48 ‐2.83 ‐0.61 0.30 0.60 ‐2.40 ‐0.94 0.41 0.32 ‐3.64

39 ‐0.39 0.26 0.80 ‐2.13 ‐0.37 0.28 0.85 ‐2.08 ‐0.26 0.28 1.11 ‐2.19 ‐0.61 0.33 0.72 ‐2.91

40 ‐0.31 0.18 0.35 ‐1.41 ‐0.35 0.20 0.40 ‐1.80 ‐0.26 0.18 0.47 ‐1.89 ‐0.46 0.21 0.37 ‐2.53

41 ‐2.42 1.25 1.72 ‐9.30 ‐2.09 1.05 1.63 ‐9.86 ‐1.55 0.92 2.84 ‐7.56 ‐1.95 0.86 1.11 ‐7.60

42 ‐1.83 0.86 0.44 ‐6.97 ‐1.66 0.69 0.35 ‐5.34 ‐1.36 0.65 0.83 ‐4.93 ‐1.77 0.74 0.24 ‐6.05

43 ‐1.37 0.63 0.55 ‐4.85 ‐1.25 0.50 0.36 ‐4.38 ‐1.09 0.49 0.82 ‐3.76 ‐1.51 0.59 0.40 ‐4.82

44 ‐1.12 0.50 0.55 ‐3.71 ‐1.05 0.42 0.36 ‐3.92 ‐0.93 0.41 0.74 ‐3.23 ‐1.37 0.52 0.23 ‐4.67

45 ‐1.03 0.44 0.32 ‐3.33 ‐0.98 0.38 0.53 ‐3.52 ‐0.88 0.38 0.56 ‐2.87 ‐1.29 0.49 0.26 ‐4.13

46 ‐0.84 0.38 0.32 ‐3.00 0.00 0.00 0.00 0.00 ‐0.76 0.33 0.58 ‐2.62 0.00 0.00 0.00 0.00

47 ‐0.66 0.30 0.38 ‐2.74 ‐0.67 0.28 0.37 ‐2.72 ‐0.64 0.28 0.36 ‐2.54 ‐0.82 0.33 0.48 ‐2.88

48 ‐0.33 0.18 0.29 ‐1.69 ‐0.38 0.17 0.28 ‐1.68 ‐0.31 0.17 0.35 ‐1.55 ‐0.44 0.20 0.28 ‐2.15

49 ‐2.49 1.19 1.39 ‐9.86 ‐2.21 1.04 1.69 ‐8.97 ‐1.66 0.92 2.10 ‐7.58 ‐1.99 0.87 0.85 ‐7.29

50 ‐1.83 0.88 0.50 ‐6.80 ‐1.63 0.72 0.73 ‐5.61 ‐1.30 0.64 0.95 ‐4.90 ‐1.68 0.73 0.33 ‐6.51

51 ‐1.65 0.68 0.43 ‐5.26 ‐1.46 0.57 0.45 ‐4.57 ‐1.10 0.51 0.68 ‐3.81 ‐1.53 0.61 0.52 ‐4.77

52 ‐1.23 0.52 0.42 ‐3.84 ‐1.11 0.46 0.45 ‐3.55 ‐0.96 0.42 0.62 ‐3.40 ‐1.42 0.54 0.29 ‐4.82

53 ‐1.04 0.44 0.32 ‐3.27 ‐0.93 0.39 0.42 ‐3.14 ‐0.82 0.36 0.54 ‐3.10 ‐1.31 0.50 0.28 ‐4.33

54 ‐0.82 0.37 0.48 ‐2.89 ‐0.78 0.34 0.54 ‐2.89 ‐0.64 0.32 0.56 ‐2.64 ‐1.12 0.44 0.33 ‐3.72

55 ‐0.53 0.29 0.59 ‐2.51 ‐0.48 0.29 0.73 ‐2.27 ‐0.33 0.29 1.03 ‐2.03 ‐0.73 0.35 0.50 ‐2.88

56 ‐0.33 0.19 0.36 ‐1.68 ‐0.40 0.19 0.49 ‐1.71 ‐0.28 0.19 0.49 ‐2.12 ‐0.51 0.23 0.36 ‐2.33

57 ‐2.68 1.41 1.33 ‐11.11 ‐2.40 1.11 1.28 ‐9.03 ‐1.79 0.94 2.68 ‐8.50 ‐2.03 0.88 0.94 ‐8.68

58 ‐1.93 0.91 0.36 ‐6.66 ‐1.93 0.82 0.36 ‐6.26 ‐1.59 0.67 0.76 ‐5.55 ‐1.86 0.75 0.18 ‐6.96

59 ‐1.51 0.68 0.50 ‐4.92 ‐1.54 0.59 0.20 ‐4.46 ‐1.28 0.50 0.62 ‐3.89 ‐1.63 0.62 0.25 ‐5.57

60 ‐1.24 0.55 0.40 ‐4.21 ‐1.25 0.49 0.31 ‐3.86 ‐1.06 0.41 0.53 ‐3.37 ‐1.47 0.54 0.25 ‐4.59

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.90 0.41 0.50 ‐3.48 ‐0.94 0.37 0.36 ‐3.21 ‐0.83 0.32 0.42 ‐2.75 ‐1.21 0.44 0.22 ‐3.67

63 ‐0.62 0.31 0.46 ‐2.84 ‐0.70 0.29 0.32 ‐2.39 ‐0.60 0.26 0.45 ‐2.15 ‐0.88 0.34 0.35 ‐3.30

64 ‐0.31 0.17 0.27 ‐1.48 ‐0.38 0.17 0.24 ‐1.81 ‐0.29 0.15 0.26 ‐1.54 ‐0.42 0.20 0.37 ‐1.93

Table B17 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 160o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.32 1.02 1.95 ‐7.70 ‐1.14 0.97 2.82 ‐8.13 ‐1.07 0.93 2.02 ‐7.61 ‐1.73 0.92 1.56 ‐10.36

2 ‐0.59 0.43 0.92 ‐3.13 ‐0.62 0.45 1.06 ‐3.31 ‐0.46 0.38 0.88 ‐2.67 ‐0.89 0.50 0.66 ‐3.71

3 ‐0.55 0.39 0.67 ‐3.22 ‐0.50 0.34 0.69 ‐2.66 ‐0.44 0.33 0.83 ‐2.74 ‐0.72 0.38 0.74 ‐2.70

4 ‐0.47 0.32 0.51 ‐2.96 ‐0.50 0.37 0.89 ‐2.47 ‐0.38 0.28 0.60 ‐2.69 ‐0.61 0.34 0.52 ‐2.63

5 ‐0.37 0.27 0.46 ‐2.02 ‐0.33 0.25 0.53 ‐1.76 ‐0.31 0.23 0.52 ‐2.32 ‐0.47 0.29 0.49 ‐2.18

6 ‐0.29 0.28 0.52 ‐2.28 ‐0.26 0.23 0.62 ‐2.02 ‐0.24 0.24 0.60 ‐2.19 ‐0.33 0.27 0.70 ‐2.46

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.12 0.19 0.61 ‐1.42 ‐0.17 0.16 0.53 ‐1.91 ‐0.08 0.17 0.63 ‐1.42 ‐0.20 0.18 0.58 ‐1.66

9 ‐1.61 1.05 1.88 ‐9.28 ‐1.48 1.06 3.62 ‐8.16 ‐1.32 1.02 2.75 ‐7.96 ‐2.02 0.92 1.38 ‐8.04

10 ‐1.12 0.61 0.62 ‐5.48 ‐1.07 0.59 0.66 ‐5.26 ‐0.92 0.56 0.94 ‐4.57 ‐1.55 0.69 0.26 ‐6.24

11 ‐0.84 0.43 0.64 ‐3.83 ‐0.80 0.44 0.75 ‐3.37 ‐0.69 0.41 0.72 ‐3.40 ‐1.09 0.50 0.58 ‐4.37

12 ‐0.63 0.36 0.62 ‐3.10 ‐0.65 0.36 0.68 ‐2.96 ‐0.56 0.34 0.76 ‐3.10 ‐0.99 0.43 0.42 ‐3.45

13 ‐0.57 0.31 0.42 ‐2.74 ‐0.60 0.32 0.58 ‐2.91 ‐0.51 0.30 0.62 ‐2.45 ‐0.97 0.41 0.36 ‐3.94

14 ‐0.54 0.26 0.21 ‐2.31 ‐0.56 0.29 0.45 ‐2.53 ‐0.48 0.25 0.35 ‐2.25 ‐0.91 0.37 0.24 ‐3.63

15 ‐0.39 0.23 0.42 ‐2.33 ‐0.45 0.25 0.42 ‐2.14 ‐0.37 0.23 0.48 ‐2.47 ‐0.63 0.29 0.45 ‐2.66

16 ‐0.18 0.14 0.35 ‐1.63 ‐0.25 0.16 0.48 ‐1.92 ‐0.17 0.15 0.48 ‐1.91 ‐0.28 0.18 0.46 ‐2.15

17 ‐1.64 1.05 2.17 ‐8.58 ‐1.58 1.06 2.75 ‐8.37 ‐1.36 1.01 2.76 ‐8.61 ‐1.98 0.88 1.09 ‐7.70

18 ‐1.16 0.69 1.06 ‐5.67 0.00 0.00 0.00 0.00 ‐1.07 0.62 1.10 ‐4.84 0.00 0.00 0.00 0.00

19 ‐1.03 0.52 0.67 ‐4.70 ‐0.95 0.48 0.62 ‐4.07 ‐0.83 0.47 0.81 ‐3.46 ‐1.35 0.58 0.38 ‐4.30

20 ‐0.81 0.41 0.57 ‐3.65 ‐0.80 0.39 0.58 ‐3.20 ‐0.70 0.39 0.75 ‐3.14 ‐1.22 0.50 0.48 ‐4.01

21 ‐0.67 0.35 0.52 ‐3.18 ‐0.68 0.35 0.60 ‐3.30 ‐0.60 0.34 0.62 ‐2.98 ‐1.11 0.46 0.33 ‐3.90

22 ‐0.51 0.31 0.50 ‐2.75 ‐0.57 0.31 0.64 ‐3.41 ‐0.46 0.30 0.59 ‐2.83 ‐0.91 0.40 0.31 ‐3.38

23 ‐0.21 0.30 1.02 ‐2.02 ‐0.32 0.29 0.75 ‐2.59 ‐0.20 0.28 0.83 ‐2.19 ‐0.47 0.33 0.82 ‐2.88

24 ‐0.20 0.17 0.54 ‐1.51 ‐0.29 0.19 0.42 ‐1.63 ‐0.18 0.18 0.50 ‐1.79 ‐0.40 0.21 0.36 ‐2.13

25 ‐1.78 1.03 1.76 ‐8.34 ‐1.68 1.10 2.60 ‐9.08 ‐1.46 1.00 2.64 ‐9.42 ‐2.09 0.96 0.68 ‐9.20

26 ‐1.41 0.70 0.82 ‐5.87 ‐1.22 0.62 0.66 ‐5.23 ‐1.17 0.64 1.32 ‐5.02 ‐1.76 0.75 0.32 ‐6.10

27 ‐1.11 0.52 0.82 ‐4.64 ‐0.99 0.48 0.54 ‐4.19 ‐0.94 0.50 1.13 ‐3.72 ‐1.46 0.60 0.51 ‐4.66

28 ‐0.90 0.42 0.55 ‐3.48 ‐0.85 0.40 0.54 ‐3.53 ‐0.79 0.42 1.01 ‐3.24 ‐1.30 0.52 0.53 ‐4.19

29 ‐0.81 0.37 0.41 ‐3.32 ‐0.77 0.37 0.58 ‐2.91 ‐0.72 0.37 0.84 ‐3.07 ‐1.25 0.49 0.27 ‐5.06

30 ‐0.73 0.32 0.36 ‐2.99 ‐0.71 0.33 0.45 ‐2.72 ‐0.64 0.32 0.71 ‐2.50 ‐1.13 0.43 0.24 ‐3.64

31 ‐0.56 0.27 0.35 ‐2.75 ‐0.56 0.27 0.42 ‐2.58 ‐0.49 0.27 0.65 ‐2.24 ‐0.81 0.33 0.22 ‐3.01

32 ‐0.22 0.15 0.37 ‐1.67 ‐0.34 0.19 0.35 ‐2.48 ‐0.21 0.16 0.55 ‐1.71 ‐0.42 0.20 0.24 ‐2.09

33 ‐1.86 1.07 1.82 ‐9.00 ‐1.74 1.00 2.14 ‐9.82 ‐1.47 1.01 2.86 ‐8.14 ‐2.00 0.87 0.92 ‐7.89

34 ‐1.38 0.73 0.82 ‐5.82 ‐1.37 0.66 0.68 ‐5.57 ‐1.18 0.67 1.43 ‐5.01 ‐1.75 0.78 0.40 ‐6.36

35 ‐1.31 0.57 0.60 ‐5.03 ‐1.06 0.50 0.62 ‐4.85 ‐1.01 0.52 1.08 ‐3.80 ‐1.54 0.64 0.32 ‐4.91

36 ‐0.96 0.46 0.60 ‐3.91 ‐0.97 0.43 0.56 ‐4.00 ‐0.88 0.43 0.74 ‐3.19 ‐1.45 0.58 0.36 ‐4.88

37 ‐0.89 0.39 0.42 ‐3.30 ‐0.86 0.38 0.49 ‐3.23 ‐0.80 0.38 0.59 ‐3.08 ‐1.31 0.52 0.26 ‐4.70

38 ‐0.71 0.33 0.48 ‐3.04 ‐0.69 0.34 0.57 ‐3.10 ‐0.66 0.33 0.53 ‐2.46 ‐1.09 0.44 0.26 ‐3.68

39 ‐0.39 0.29 0.85 ‐2.22 ‐0.48 0.30 0.75 ‐2.49 ‐0.38 0.28 0.68 ‐2.27 ‐0.72 0.35 0.60 ‐3.04

40 ‐0.32 0.18 0.34 ‐1.80 ‐0.40 0.21 0.40 ‐2.04 ‐0.30 0.19 0.33 ‐1.99 ‐0.50 0.22 0.28 ‐2.21

41 ‐1.94 1.09 2.12 ‐9.12 ‐1.77 1.01 2.19 ‐9.66 ‐1.50 1.00 3.64 ‐7.76 ‐2.15 0.94 1.12 ‐8.29

42 ‐1.58 0.75 0.74 ‐6.29 ‐1.50 0.68 1.20 ‐6.35 ‐1.30 0.69 1.59 ‐5.48 ‐1.92 0.81 0.26 ‐7.11

43 ‐1.25 0.58 0.60 ‐4.29 ‐1.20 0.52 0.86 ‐5.05 ‐1.09 0.54 1.08 ‐4.25 ‐1.67 0.65 0.27 ‐5.39

44 ‐1.04 0.47 0.61 ‐3.49 ‐1.04 0.44 0.63 ‐4.71 ‐0.95 0.45 0.81 ‐3.62 ‐1.52 0.57 0.30 ‐4.74

45 ‐0.98 0.42 0.42 ‐3.27 ‐0.97 0.41 0.56 ‐4.29 ‐0.88 0.41 0.70 ‐3.13 ‐1.42 0.53 0.37 ‐4.43

46 ‐0.82 0.36 0.48 ‐3.04 0.00 0.00 0.00 0.00 ‐0.76 0.35 0.62 ‐2.80 0.00 0.00 0.00 0.00

47 ‐0.65 0.29 0.37 ‐2.57 ‐0.67 0.30 0.47 ‐3.42 ‐0.60 0.29 0.47 ‐2.52 ‐0.88 0.35 0.26 ‐3.03

48 ‐0.33 0.18 0.33 ‐1.79 ‐0.41 0.19 0.34 ‐2.15 ‐0.32 0.19 0.37 ‐1.69 ‐0.49 0.22 0.31 ‐2.18

49 ‐2.09 1.11 1.45 ‐8.52 ‐1.86 1.01 2.18 ‐9.33 ‐1.57 1.01 2.64 ‐9.16 ‐2.15 0.94 1.64 ‐8.25

50 ‐1.58 0.77 1.06 ‐5.83 ‐1.46 0.71 1.08 ‐6.19 ‐1.32 0.70 1.52 ‐5.45 ‐1.87 0.80 0.47 ‐6.70

51 ‐1.50 0.61 0.64 ‐4.82 ‐1.31 0.57 0.61 ‐5.06 ‐1.12 0.55 1.20 ‐4.56 ‐1.68 0.67 0.56 ‐5.31

52 ‐1.15 0.49 0.60 ‐4.00 ‐1.06 0.46 0.64 ‐4.36 ‐0.98 0.46 0.97 ‐3.60 ‐1.56 0.59 0.28 ‐4.61

53 ‐0.97 0.42 0.53 ‐3.27 ‐0.93 0.40 0.58 ‐3.72 ‐0.87 0.40 0.61 ‐3.32 ‐1.42 0.54 0.32 ‐4.74

54 ‐0.77 0.36 0.47 ‐2.86 ‐0.79 0.36 0.43 ‐3.28 ‐0.72 0.35 0.49 ‐3.10 ‐1.24 0.47 0.30 ‐3.92

55 ‐0.47 0.30 0.70 ‐2.31 ‐0.53 0.30 0.61 ‐2.69 ‐0.46 0.29 0.72 ‐2.53 ‐0.82 0.36 0.48 ‐2.92

56 ‐0.34 0.19 0.45 ‐1.84 ‐0.43 0.21 0.42 ‐2.14 ‐0.32 0.19 0.33 ‐1.97 ‐0.53 0.23 0.42 ‐2.31

57 ‐2.29 1.21 1.35 ‐8.72 ‐1.97 1.02 2.13 ‐8.91 ‐1.62 1.01 2.79 ‐8.60 ‐2.15 0.97 1.12 ‐8.22

58 ‐1.79 0.84 0.76 ‐6.11 ‐1.65 0.74 1.16 ‐6.25 ‐1.47 0.72 1.28 ‐6.78 ‐1.97 0.83 0.47 ‐6.80

59 ‐1.41 0.64 0.68 ‐4.77 ‐1.39 0.57 0.59 ‐4.63 ‐1.26 0.56 1.12 ‐5.03 ‐1.74 0.68 0.43 ‐5.53

60 ‐1.16 0.52 0.58 ‐4.21 ‐1.14 0.48 0.46 ‐3.86 ‐1.07 0.46 0.86 ‐4.75 ‐1.58 0.60 0.47 ‐5.06

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.89 0.40 0.40 ‐3.89 ‐0.92 0.37 0.41 ‐3.57 ‐0.85 0.36 0.45 ‐3.29 ‐1.28 0.47 0.15 ‐3.96

63 ‐0.64 0.31 0.41 ‐2.44 ‐0.72 0.30 0.38 ‐2.84 ‐0.61 0.30 0.52 ‐3.17 ‐0.93 0.37 0.21 ‐3.25

64 ‐0.31 0.17 0.32 ‐1.46 ‐0.42 0.19 0.39 ‐1.91 ‐0.32 0.18 0.37 ‐2.05 ‐0.45 0.22 0.51 ‐2.03

Table B18 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 170o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.95 1.31 2.35 ‐9.21 ‐1.58 1.21 2.58 ‐9.17 ‐1.62 1.15 2.31 ‐8.44 ‐2.43 1.22 1.95 ‐9.83

2 ‐0.73 0.39 0.75 ‐3.18 ‐0.74 0.40 0.84 ‐3.38 ‐0.54 0.35 0.74 ‐3.59 ‐1.10 0.51 0.55 ‐3.88

3 ‐0.72 0.38 0.54 ‐3.64 ‐0.66 0.36 0.58 ‐2.74 ‐0.57 0.35 0.55 ‐4.75 ‐0.86 0.38 0.44 ‐3.07

4 ‐0.66 0.35 0.38 ‐3.43 ‐0.66 0.38 0.96 ‐3.00 ‐0.55 0.33 0.53 ‐3.62 ‐0.76 0.37 0.31 ‐3.34

5 ‐0.56 0.32 0.37 ‐2.97 ‐0.45 0.27 0.65 ‐2.49 ‐0.46 0.31 0.42 ‐2.77 ‐0.56 0.32 0.50 ‐3.29

6 ‐0.52 0.34 0.48 ‐2.78 ‐0.37 0.25 0.68 ‐2.04 ‐0.43 0.33 0.44 ‐3.20 ‐0.44 0.33 0.57 ‐3.40

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.26 0.20 0.43 ‐1.68 ‐0.23 0.16 0.46 ‐1.38 ‐0.19 0.20 0.58 ‐1.58 ‐0.27 0.21 0.56 ‐2.09

9 ‐2.36 1.26 2.05 ‐9.14 ‐2.12 1.30 2.77 ‐9.06 ‐1.92 1.16 2.43 ‐8.82 ‐2.40 1.02 1.72 ‐8.06

10 ‐1.41 0.76 0.61 ‐5.75 ‐1.26 0.66 0.72 ‐5.14 ‐1.09 0.61 0.85 ‐4.55 ‐1.81 0.78 0.35 ‐5.94

11 ‐0.97 0.46 0.50 ‐3.86 ‐0.89 0.43 0.84 ‐3.76 ‐0.78 0.40 0.60 ‐3.37 ‐1.28 0.55 0.59 ‐4.86

12 ‐0.75 0.37 0.33 ‐3.30 ‐0.74 0.36 0.53 ‐3.24 ‐0.67 0.33 0.52 ‐2.70 ‐1.13 0.46 0.32 ‐3.96

13 ‐0.69 0.33 0.35 ‐2.62 ‐0.68 0.33 0.45 ‐2.90 ‐0.60 0.30 0.42 ‐2.55 ‐1.04 0.41 0.22 ‐3.96

14 ‐0.67 0.29 0.18 ‐2.25 ‐0.64 0.32 0.46 ‐2.99 ‐0.56 0.27 0.37 ‐2.40 ‐0.95 0.38 0.28 ‐3.44

15 ‐0.45 0.24 0.44 ‐1.96 ‐0.47 0.25 0.54 ‐2.45 ‐0.41 0.22 0.54 ‐2.21 ‐0.64 0.29 0.42 ‐2.58

16 ‐0.20 0.14 0.32 ‐1.28 ‐0.27 0.16 0.36 ‐1.70 ‐0.18 0.14 0.46 ‐1.61 ‐0.29 0.19 0.42 ‐1.78

17 ‐2.38 1.27 1.48 ‐10.23 ‐2.21 1.29 2.07 ‐9.42 ‐1.91 1.18 2.26 ‐8.17 ‐2.33 0.99 1.42 ‐9.18

18 ‐1.60 0.86 0.63 ‐6.18 0.00 0.00 0.00 0.00 ‐1.32 0.68 1.10 ‐5.34 0.00 0.00 0.00 0.00

19 ‐1.20 0.59 0.62 ‐4.74 ‐1.14 0.52 0.58 ‐4.36 ‐1.00 0.48 0.79 ‐3.71 ‐1.60 0.64 0.36 ‐5.04

20 ‐0.96 0.46 0.48 ‐3.73 ‐0.94 0.43 0.52 ‐3.67 ‐0.85 0.40 0.65 ‐3.31 ‐1.41 0.55 0.34 ‐4.77

21 ‐0.81 0.38 0.35 ‐3.10 ‐0.80 0.38 0.45 ‐3.46 ‐0.71 0.35 0.54 ‐2.67 ‐1.25 0.48 0.35 ‐3.96

22 ‐0.68 0.34 0.36 ‐2.83 ‐0.70 0.35 0.58 ‐2.87 ‐0.57 0.31 0.58 ‐2.36 ‐1.02 0.42 0.34 ‐3.39

23 ‐0.40 0.28 0.60 ‐2.58 ‐0.46 0.29 0.60 ‐2.28 ‐0.31 0.26 0.93 ‐2.21 ‐0.58 0.34 0.72 ‐2.76

24 ‐0.25 0.16 0.31 ‐1.75 ‐0.33 0.18 0.44 ‐1.97 ‐0.21 0.16 0.45 ‐1.49 ‐0.42 0.21 0.40 ‐2.16

25 ‐2.25 1.21 1.41 ‐9.26 ‐2.10 1.26 2.20 ‐9.95 ‐1.80 1.12 2.55 ‐8.39 ‐2.38 1.00 1.40 ‐10.31

26 ‐1.66 0.84 0.70 ‐6.42 ‐1.38 0.73 0.85 ‐5.67 ‐1.35 0.70 1.02 ‐4.84 ‐2.02 0.84 0.29 ‐7.56

27 ‐1.28 0.62 0.60 ‐4.38 ‐1.14 0.55 0.67 ‐4.79 ‐1.07 0.52 0.84 ‐4.03 ‐1.69 0.67 0.37 ‐5.44

28 ‐1.01 0.48 0.46 ‐3.66 ‐0.96 0.45 0.57 ‐3.87 ‐0.91 0.42 0.73 ‐3.53 ‐1.48 0.58 0.34 ‐5.05

29 ‐0.87 0.40 0.53 ‐3.38 ‐0.85 0.40 0.48 ‐3.52 ‐0.81 0.37 0.55 ‐3.13 ‐1.39 0.53 0.38 ‐4.65

30 ‐0.78 0.35 0.37 ‐3.28 ‐0.75 0.35 0.62 ‐2.90 ‐0.69 0.32 0.45 ‐2.90 ‐1.23 0.46 0.29 ‐4.11

31 ‐0.59 0.29 0.41 ‐2.68 ‐0.56 0.28 0.51 ‐2.59 ‐0.52 0.26 0.48 ‐2.44 ‐0.87 0.35 0.39 ‐3.11

32 ‐0.25 0.16 0.39 ‐1.60 ‐0.36 0.19 0.32 ‐1.93 ‐0.24 0.16 0.45 ‐1.53 ‐0.46 0.22 0.33 ‐2.56

33 ‐2.18 1.26 1.69 ‐9.98 ‐2.01 1.16 2.03 ‐9.85 ‐1.72 1.12 2.88 ‐9.83 ‐2.27 0.95 0.75 ‐7.80

34 ‐1.61 0.86 0.82 ‐6.28 ‐1.55 0.74 0.75 ‐6.35 ‐1.36 0.72 0.92 ‐5.37 ‐2.04 0.88 0.30 ‐7.06

35 ‐1.34 0.62 0.73 ‐5.15 ‐1.18 0.53 0.74 ‐4.36 ‐1.14 0.54 0.86 ‐4.47 ‐1.75 0.69 0.41 ‐5.42

36 ‐1.02 0.49 0.71 ‐4.16 ‐1.06 0.47 0.52 ‐4.27 ‐0.98 0.45 0.73 ‐4.02 ‐1.63 0.62 0.29 ‐5.31

37 ‐0.97 0.42 0.61 ‐3.61 ‐0.95 0.42 0.43 ‐3.60 ‐0.89 0.40 0.56 ‐3.36 ‐1.47 0.56 0.41 ‐4.70

38 ‐0.81 0.37 0.56 ‐3.00 ‐0.80 0.37 0.49 ‐3.12 ‐0.75 0.34 0.60 ‐2.91 ‐1.23 0.48 0.38 ‐4.10

39 ‐0.56 0.31 0.66 ‐2.41 ‐0.62 0.31 0.48 ‐3.18 ‐0.50 0.29 0.56 ‐2.56 ‐0.83 0.37 0.44 ‐3.20

40 ‐0.35 0.18 0.36 ‐1.68 ‐0.42 0.20 0.38 ‐2.25 ‐0.32 0.18 0.34 ‐2.47 ‐0.52 0.23 0.40 ‐2.10

41 ‐1.95 1.13 1.69 ‐8.35 ‐1.86 1.09 2.70 ‐8.86 ‐1.63 1.06 2.82 ‐8.97 ‐2.31 0.99 1.07 ‐10.40

42 ‐1.58 0.81 0.69 ‐6.22 ‐1.54 0.72 0.93 ‐6.49 ‐1.38 0.72 1.12 ‐6.14 ‐2.08 0.86 0.27 ‐6.68

43 ‐1.30 0.65 0.54 ‐4.77 ‐1.25 0.55 0.62 ‐5.11 ‐1.17 0.57 1.08 ‐4.94 ‐1.85 0.71 0.38 ‐5.87

44 ‐1.05 0.50 0.68 ‐4.03 ‐1.08 0.47 0.58 ‐4.12 ‐1.02 0.47 0.74 ‐4.11 ‐1.67 0.62 0.24 ‐5.61

45 ‐1.01 0.44 0.45 ‐4.11 ‐0.99 0.42 0.56 ‐3.73 ‐0.93 0.42 0.64 ‐3.39 ‐1.54 0.57 0.56 ‐4.50

46 ‐0.84 0.38 0.44 ‐3.38 0.00 0.00 0.00 0.00 ‐0.78 0.36 0.47 ‐2.85 0.00 0.00 0.00 0.00

47 ‐0.61 0.29 0.42 ‐2.55 ‐0.64 0.30 0.54 ‐3.16 ‐0.59 0.29 0.45 ‐2.63 ‐0.93 0.37 0.44 ‐3.77

48 ‐0.36 0.19 0.43 ‐1.83 ‐0.44 0.22 0.47 ‐2.27 ‐0.34 0.20 0.42 ‐2.01 ‐0.53 0.24 0.36 ‐2.17

49 ‐1.89 1.10 1.35 ‐9.07 ‐1.81 1.07 2.54 ‐9.09 ‐1.66 1.08 3.65 ‐8.62 ‐2.28 0.97 1.27 ‐10.21

50 ‐1.53 0.78 0.72 ‐5.98 ‐1.44 0.76 1.11 ‐5.89 ‐1.39 0.73 1.05 ‐5.94 ‐2.06 0.84 0.43 ‐6.66

51 ‐1.39 0.61 0.74 ‐4.55 ‐1.21 0.58 0.78 ‐4.67 ‐1.17 0.57 0.86 ‐4.41 ‐1.83 0.71 0.58 ‐5.86

52 ‐1.12 0.49 0.64 ‐3.68 ‐1.04 0.47 0.71 ‐4.12 ‐1.03 0.48 0.74 ‐3.58 ‐1.68 0.62 0.47 ‐5.45

53 ‐1.01 0.43 0.65 ‐3.38 ‐0.97 0.42 0.54 ‐3.91 ‐0.91 0.42 0.78 ‐3.29 ‐1.53 0.57 0.22 ‐4.73

54 ‐0.85 0.38 0.56 ‐3.00 ‐0.85 0.38 0.54 ‐2.96 ‐0.78 0.37 0.75 ‐3.72 ‐1.35 0.51 0.13 ‐4.48

55 ‐0.60 0.32 0.56 ‐2.44 ‐0.64 0.32 0.53 ‐2.57 ‐0.55 0.30 0.73 ‐2.92 ‐0.91 0.39 0.39 ‐4.24

56 ‐0.33 0.18 0.35 ‐1.77 ‐0.45 0.21 0.28 ‐2.28 ‐0.31 0.19 0.40 ‐2.10 ‐0.54 0.24 0.21 ‐2.39

57 ‐1.81 1.05 1.54 ‐9.14 ‐1.75 1.00 2.48 ‐8.33 ‐1.58 1.04 2.65 ‐8.31 ‐2.22 0.96 1.13 ‐8.41

58 ‐1.52 0.76 0.77 ‐6.29 ‐1.45 0.73 0.91 ‐6.39 ‐1.43 0.73 1.17 ‐6.12 ‐2.05 0.86 0.40 ‐7.62

59 ‐1.29 0.60 0.65 ‐4.75 ‐1.31 0.57 0.64 ‐4.66 ‐1.25 0.57 0.98 ‐4.28 ‐1.84 0.71 0.54 ‐5.78

60 ‐1.07 0.49 0.68 ‐4.16 ‐1.09 0.48 0.73 ‐3.87 ‐1.07 0.48 0.97 ‐3.73 ‐1.68 0.63 0.34 ‐4.98

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.84 0.38 0.56 ‐3.36 ‐0.89 0.38 0.46 ‐4.43 ‐0.83 0.36 0.71 ‐3.07 ‐1.34 0.49 0.24 ‐4.44

63 ‐0.62 0.30 0.49 ‐2.60 ‐0.69 0.31 0.42 ‐3.48 ‐0.57 0.29 0.57 ‐2.73 ‐0.96 0.38 0.37 ‐3.36

64 ‐0.34 0.19 0.36 ‐1.73 ‐0.45 0.22 0.77 ‐2.39 ‐0.34 0.20 0.35 ‐2.11 ‐0.50 0.23 0.43 ‐2.11

Table B19 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 180o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.93 1.35 1.37 ‐9.27 ‐1.75 1.31 2.28 ‐8.74 ‐1.90 1.23 1.61 ‐9.63 ‐3.13 1.37 1.89 ‐12.16

2 ‐0.80 0.45 0.54 ‐4.76 ‐0.79 0.37 0.53 ‐3.43 ‐0.63 0.38 0.55 ‐3.91 ‐1.12 0.45 0.35 ‐3.86

3 ‐0.90 0.48 0.41 ‐4.79 ‐0.87 0.40 0.30 ‐4.44 ‐0.73 0.48 0.57 ‐5.92 ‐0.95 0.36 0.17 ‐3.84

4 ‐0.86 0.43 0.30 ‐3.84 ‐0.89 0.44 0.60 ‐4.67 ‐0.77 0.47 0.30 ‐4.93 ‐0.92 0.40 0.36 ‐4.23

5 ‐0.73 0.38 0.25 ‐3.48 ‐0.62 0.36 0.32 ‐3.50 ‐0.69 0.45 0.26 ‐4.31 ‐0.70 0.39 0.37 ‐3.44

6 ‐0.62 0.37 0.29 ‐3.40 ‐0.50 0.33 0.37 ‐3.30 ‐0.68 0.47 0.33 ‐4.44 ‐0.64 0.43 0.66 ‐3.16

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.27 0.21 0.41 ‐2.10 ‐0.31 0.19 0.35 ‐1.70 ‐0.31 0.23 0.43 ‐1.67 ‐0.39 0.24 0.51 ‐2.02

9 ‐2.79 1.41 1.29 ‐11.25 ‐2.70 1.42 2.60 ‐9.93 ‐2.39 1.10 1.48 ‐8.54 ‐2.72 0.99 0.79 ‐8.93

10 ‐1.53 0.82 0.35 ‐6.28 ‐1.41 0.71 0.60 ‐6.08 ‐1.21 0.62 0.65 ‐5.91 ‐2.08 0.80 0.14 ‐6.72

11 ‐1.01 0.43 0.30 ‐3.38 ‐0.95 0.39 0.48 ‐3.89 ‐0.79 0.36 0.41 ‐3.15 ‐1.37 0.54 0.22 ‐4.44

12 ‐0.81 0.33 0.18 ‐2.90 ‐0.85 0.33 0.35 ‐2.98 ‐0.72 0.29 0.30 ‐2.39 ‐1.15 0.42 0.05 ‐3.47

13 ‐0.77 0.31 0.25 ‐2.37 ‐0.81 0.32 0.45 ‐2.62 ‐0.66 0.27 0.19 ‐2.10 ‐1.00 0.36 0.20 ‐3.17

14 ‐0.80 0.31 0.04 ‐2.26 ‐0.80 0.33 0.28 ‐2.28 ‐0.65 0.26 0.15 ‐2.22 ‐0.91 0.32 0.12 ‐3.03

15 ‐0.53 0.24 0.20 ‐1.96 ‐0.57 0.23 0.30 ‐2.25 ‐0.46 0.20 0.27 ‐1.91 ‐0.60 0.25 0.57 ‐2.33

16 ‐0.23 0.14 0.27 ‐1.29 ‐0.29 0.14 0.31 ‐1.44 ‐0.21 0.12 0.36 ‐1.27 ‐0.28 0.16 0.42 ‐1.77

17 ‐3.09 1.33 1.27 ‐10.70 ‐3.11 1.40 1.84 ‐9.85 ‐2.52 1.15 1.62 ‐8.92 ‐2.60 0.98 0.99 ‐10.09

18 ‐1.95 0.96 0.31 ‐6.81 0.00 0.00 0.00 0.00 ‐1.55 0.69 0.49 ‐5.83 0.00 0.00 0.00 0.00

19 ‐1.38 0.63 0.53 ‐4.62 ‐1.36 0.54 0.30 ‐4.99 ‐1.10 0.44 0.30 ‐4.05 ‐1.75 0.62 0.08 ‐5.40

20 ‐1.09 0.46 0.25 ‐3.53 ‐1.12 0.43 0.18 ‐4.05 ‐0.94 0.36 0.28 ‐3.50 ‐1.48 0.52 0.16 ‐4.39

21 ‐0.90 0.37 0.34 ‐3.20 ‐0.93 0.37 0.25 ‐3.49 ‐0.79 0.32 0.43 ‐3.01 ‐1.27 0.45 0.18 ‐4.17

22 ‐0.76 0.33 0.32 ‐2.72 ‐0.84 0.34 0.44 ‐3.02 ‐0.65 0.29 0.42 ‐2.23 ‐1.02 0.38 0.13 ‐3.31

23 ‐0.44 0.25 0.65 ‐2.00 ‐0.57 0.27 0.57 ‐2.10 ‐0.38 0.22 0.64 ‐1.86 ‐0.62 0.31 0.42 ‐2.85

24 ‐0.29 0.15 0.27 ‐1.37 ‐0.37 0.17 0.33 ‐1.72 ‐0.23 0.13 0.33 ‐1.30 ‐0.41 0.18 0.34 ‐1.89

25 ‐2.99 1.19 0.65 ‐9.25 ‐2.91 1.28 1.53 ‐9.61 ‐2.28 1.10 1.48 ‐9.29 ‐2.52 0.96 1.01 ‐8.09

26 ‐2.19 0.97 0.15 ‐6.88 ‐1.81 0.87 0.33 ‐7.41 ‐1.58 0.72 0.61 ‐5.59 ‐2.18 0.83 0.39 ‐6.67

27 ‐1.56 0.71 0.39 ‐5.45 ‐1.41 0.61 0.34 ‐5.30 ‐1.19 0.50 0.57 ‐4.40 ‐1.83 0.67 0.45 ‐5.40

28 ‐1.17 0.52 0.21 ‐4.56 ‐1.14 0.48 0.28 ‐4.40 ‐1.01 0.40 0.34 ‐3.56 ‐1.58 0.57 0.15 ‐4.38

29 ‐0.95 0.42 0.26 ‐3.76 ‐0.97 0.41 0.38 ‐3.63 ‐0.87 0.34 0.39 ‐2.94 ‐1.43 0.50 0.18 ‐4.23

30 ‐0.86 0.35 0.26 ‐3.29 ‐0.85 0.34 0.42 ‐2.89 ‐0.74 0.30 0.29 ‐2.78 ‐1.22 0.43 0.26 ‐3.51

31 ‐0.67 0.29 0.30 ‐2.70 ‐0.61 0.27 0.40 ‐2.47 ‐0.55 0.24 0.30 ‐2.36 ‐0.86 0.32 0.30 ‐2.75

32 ‐0.27 0.16 0.32 ‐1.40 ‐0.37 0.17 0.37 ‐2.15 ‐0.25 0.14 0.35 ‐1.42 ‐0.47 0.21 0.22 ‐2.02

33 ‐3.20 1.47 1.46 ‐11.44 ‐2.88 1.44 1.59 ‐11.22 ‐2.15 1.15 2.14 ‐8.82 ‐2.43 0.96 0.66 ‐8.83

34 ‐2.20 0.98 0.60 ‐7.20 ‐1.94 0.84 0.30 ‐7.25 ‐1.62 0.73 0.76 ‐5.63 ‐2.22 0.88 0.24 ‐6.80

35 ‐1.62 0.70 0.39 ‐5.05 ‐1.39 0.57 0.40 ‐4.72 ‐1.28 0.52 0.65 ‐4.06 ‐1.84 0.67 0.40 ‐5.14

36 ‐1.23 0.54 0.28 ‐4.21 ‐1.25 0.50 0.46 ‐4.09 ‐1.08 0.42 0.66 ‐3.61 ‐1.70 0.60 0.22 ‐5.10

37 ‐1.12 0.46 0.20 ‐3.77 ‐1.10 0.43 0.58 ‐3.74 ‐0.97 0.38 0.51 ‐3.05 ‐1.52 0.54 0.21 ‐4.45

38 ‐0.93 0.40 0.26 ‐3.12 ‐0.93 0.38 0.36 ‐3.64 ‐0.82 0.32 0.37 ‐2.61 ‐1.26 0.46 0.21 ‐3.86

39 ‐0.65 0.30 0.36 ‐2.52 ‐0.71 0.29 0.33 ‐3.52 ‐0.57 0.26 0.65 ‐2.43 ‐0.87 0.35 0.40 ‐2.96

40 ‐0.37 0.17 0.21 ‐1.63 ‐0.39 0.17 0.36 ‐1.97 ‐0.32 0.17 0.34 ‐2.36 ‐0.50 0.22 0.41 ‐2.36

41 ‐2.71 1.25 1.32 ‐9.40 ‐2.47 1.22 1.98 ‐10.23 ‐1.93 1.08 3.17 ‐8.86 ‐2.38 0.96 0.52 ‐9.18

42 ‐2.14 0.99 0.39 ‐7.33 ‐1.91 0.83 0.49 ‐6.94 ‐1.55 0.72 0.96 ‐5.88 ‐2.15 0.84 0.21 ‐6.99

43 ‐1.74 0.77 0.29 ‐5.76 ‐1.47 0.59 0.43 ‐4.85 ‐1.29 0.54 0.66 ‐4.35 ‐1.93 0.70 0.24 ‐5.89

44 ‐1.27 0.55 0.36 ‐4.37 ‐1.24 0.48 0.42 ‐4.19 ‐1.12 0.44 0.60 ‐3.78 ‐1.73 0.61 0.25 ‐4.60

45 ‐1.17 0.47 0.35 ‐4.03 ‐1.10 0.43 0.36 ‐3.71 ‐1.01 0.40 0.40 ‐3.42 ‐1.56 0.56 0.33 ‐4.69

46 ‐0.94 0.39 0.40 ‐3.26 0.00 0.00 0.00 0.00 ‐0.83 0.34 0.42 ‐3.26 0.00 0.00 0.00 0.00

47 ‐0.64 0.29 0.38 ‐2.63 ‐0.63 0.28 0.40 ‐2.52 ‐0.59 0.27 0.42 ‐3.31 ‐0.91 0.36 0.33 ‐3.05

48 ‐0.38 0.19 0.29 ‐1.73 ‐0.44 0.20 0.29 ‐2.22 ‐0.36 0.19 0.41 ‐2.43 ‐0.54 0.23 0.34 ‐1.93

49 ‐2.57 1.26 1.10 ‐9.75 ‐2.28 1.19 2.36 ‐9.99 ‐1.90 1.07 2.18 ‐8.17 ‐2.33 0.93 0.51 ‐8.27

50 ‐2.05 0.93 0.53 ‐6.78 ‐1.82 0.87 0.75 ‐7.20 ‐1.58 0.73 0.84 ‐5.78 ‐2.15 0.84 0.26 ‐7.10

51 ‐1.62 0.65 0.49 ‐4.83 ‐1.42 0.64 0.65 ‐5.09 ‐1.28 0.55 0.71 ‐4.27 ‐1.90 0.70 0.30 ‐5.94

52 ‐1.32 0.52 0.36 ‐3.88 ‐1.19 0.51 0.46 ‐4.38 ‐1.13 0.46 0.59 ‐3.89 ‐1.72 0.62 0.27 ‐5.04

53 ‐1.14 0.45 0.22 ‐3.65 ‐1.07 0.43 0.43 ‐3.70 ‐0.98 0.40 0.59 ‐3.18 ‐1.57 0.57 0.25 ‐4.54

54 ‐0.97 0.39 0.20 ‐3.53 ‐0.95 0.38 0.46 ‐3.44 ‐0.86 0.36 0.47 ‐3.08 ‐1.38 0.50 0.18 ‐4.24

55 ‐0.71 0.31 0.25 ‐2.53 ‐0.75 0.32 0.52 ‐2.85 ‐0.62 0.29 0.40 ‐2.77 ‐0.94 0.38 0.28 ‐3.10

56 ‐0.33 0.17 0.31 ‐1.57 ‐0.45 0.19 0.28 ‐2.33 ‐0.30 0.17 0.37 ‐2.01 ‐0.52 0.23 0.32 ‐2.33

57 ‐2.25 1.11 1.19 ‐8.87 ‐2.02 1.05 1.66 ‐8.55 ‐1.75 1.03 2.83 ‐8.84 ‐2.20 0.91 0.82 ‐8.20

58 ‐1.84 0.85 0.49 ‐6.89 ‐1.65 0.78 0.80 ‐6.70 ‐1.55 0.73 1.11 ‐5.28 ‐2.06 0.82 0.37 ‐6.88

59 ‐1.56 0.65 0.53 ‐5.54 ‐1.54 0.63 0.55 ‐4.95 ‐1.34 0.56 0.72 ‐4.56 ‐1.88 0.70 0.53 ‐5.69

60 ‐1.23 0.52 0.42 ‐4.19 ‐1.26 0.50 0.52 ‐4.34 ‐1.13 0.46 0.64 ‐4.03 ‐1.72 0.62 0.37 ‐5.18

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.86 0.37 0.39 ‐2.93 ‐0.93 0.37 0.37 ‐3.58 ‐0.84 0.35 0.54 ‐3.49 ‐1.34 0.49 0.27 ‐4.07

63 ‐0.61 0.29 0.38 ‐2.48 ‐0.68 0.29 0.37 ‐2.68 ‐0.55 0.29 0.58 ‐3.16 ‐0.95 0.38 0.39 ‐3.14

64 ‐0.38 0.19 0.24 ‐1.56 ‐0.48 0.21 0.25 ‐2.55 ‐0.36 0.19 0.48 ‐1.96 ‐0.52 0.23 0.41 ‐2.65

Table B20 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 190o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.69 1.19 2.07 ‐9.35 ‐1.76 1.23 2.30 ‐9.27 ‐2.16 1.27 1.27 ‐9.32 ‐3.58 1.46 1.42 ‐11.29

2 ‐1.10 0.74 0.79 ‐6.42 ‐0.99 0.52 0.67 ‐4.20 ‐0.90 0.53 0.37 ‐4.68 ‐1.16 0.40 0.00 ‐3.78

3 ‐1.24 0.75 0.61 ‐5.38 ‐1.09 0.55 0.42 ‐5.69 ‐1.20 0.75 0.16 ‐5.74 ‐1.11 0.36 0.14 ‐4.12

4 ‐1.09 0.61 0.27 ‐4.87 ‐1.23 0.62 0.65 ‐5.58 ‐1.24 0.68 0.14 ‐4.99 ‐1.18 0.48 ‐0.05 ‐4.43

5 ‐0.95 0.52 0.37 ‐4.19 ‐0.91 0.51 0.39 ‐4.26 ‐1.12 0.59 0.16 ‐4.57 ‐0.99 0.51 0.13 ‐3.98

6 ‐0.73 0.47 0.31 ‐3.91 ‐0.72 0.45 0.41 ‐3.95 ‐1.03 0.57 0.29 ‐4.74 ‐1.02 0.53 0.18 ‐4.18

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.36 0.29 0.40 ‐3.09 ‐0.41 0.23 0.27 ‐2.37 ‐0.43 0.26 0.32 ‐2.06 ‐0.55 0.27 0.25 ‐2.61

9 ‐2.12 1.28 1.84 ‐9.69 ‐2.37 1.40 2.26 ‐9.49 ‐2.52 1.10 0.97 ‐8.67 ‐3.07 1.02 1.03 ‐8.69

10 ‐1.35 0.66 0.85 ‐5.98 ‐1.37 0.63 0.50 ‐5.64 ‐1.32 0.65 0.17 ‐5.24 ‐2.21 0.82 ‐0.12 ‐6.63

11 ‐1.03 0.41 0.58 ‐3.64 ‐1.05 0.40 0.32 ‐3.98 ‐0.83 0.35 0.29 ‐2.97 ‐1.26 0.50 0.02 ‐4.35

12 ‐0.85 0.34 0.36 ‐2.65 ‐0.94 0.33 0.34 ‐2.68 ‐0.78 0.28 0.02 ‐2.35 ‐1.10 0.36 ‐0.08 ‐3.77

13 ‐0.83 0.32 0.29 ‐2.72 ‐0.90 0.33 0.24 ‐2.54 ‐0.73 0.27 0.04 ‐2.25 ‐0.96 0.31 ‐0.12 ‐3.02

14 ‐0.86 0.31 0.09 ‐2.53 ‐0.89 0.34 0.26 ‐2.63 ‐0.73 0.27 0.05 ‐2.22 ‐0.89 0.28 ‐0.06 ‐2.63

15 ‐0.57 0.26 0.38 ‐2.19 ‐0.66 0.26 0.56 ‐2.09 ‐0.54 0.21 0.21 ‐1.74 ‐0.59 0.20 0.26 ‐2.04

16 ‐0.27 0.16 0.33 ‐1.33 ‐0.34 0.16 0.35 ‐1.42 ‐0.26 0.14 0.30 ‐1.25 ‐0.29 0.13 0.37 ‐1.18

17 ‐2.60 1.44 2.16 ‐9.61 ‐3.13 1.58 1.86 ‐10.04 ‐2.89 1.12 0.88 ‐8.80 ‐2.93 1.03 1.09 ‐9.52

18 ‐1.58 0.83 0.71 ‐6.63 0.00 0.00 0.00 0.00 ‐1.68 0.72 0.02 ‐5.49 0.00 0.00 0.00 0.00

19 ‐1.30 0.52 0.39 ‐4.36 ‐1.42 0.49 0.10 ‐4.64 ‐1.14 0.42 0.03 ‐3.60 ‐1.79 0.60 ‐0.17 ‐5.23

20 ‐1.06 0.41 0.22 ‐3.20 ‐1.18 0.41 0.14 ‐3.28 ‐0.98 0.34 0.03 ‐2.92 ‐1.43 0.48 ‐0.18 ‐4.40

21 ‐0.88 0.34 0.32 ‐2.70 ‐0.99 0.36 0.13 ‐3.01 ‐0.82 0.30 0.08 ‐2.57 ‐1.17 0.40 ‐0.11 ‐3.78

22 ‐0.72 0.30 0.34 ‐2.27 ‐0.88 0.33 0.20 ‐2.65 ‐0.69 0.28 0.16 ‐2.24 ‐0.95 0.33 0.09 ‐3.04

23 ‐0.34 0.23 0.49 ‐1.65 ‐0.59 0.26 0.40 ‐2.01 ‐0.42 0.20 0.42 ‐1.65 ‐0.66 0.25 0.25 ‐2.20

24 ‐0.31 0.15 0.29 ‐1.19 ‐0.43 0.17 0.19 ‐1.39 ‐0.26 0.12 0.32 ‐1.16 ‐0.39 0.15 0.20 ‐1.58

25 ‐2.88 1.28 1.54 ‐9.16 ‐3.28 1.27 1.46 ‐10.44 ‐2.65 1.02 1.17 ‐8.31 ‐2.67 0.94 0.73 ‐9.22

26 ‐2.04 1.01 0.49 ‐7.35 ‐2.03 0.96 0.26 ‐6.63 ‐1.82 0.75 0.20 ‐5.79 ‐2.31 0.81 0.20 ‐6.45

27 ‐1.42 0.65 0.50 ‐5.50 ‐1.47 0.63 0.16 ‐5.26 ‐1.26 0.50 0.12 ‐4.46 ‐1.94 0.66 0.07 ‐5.38

28 ‐1.11 0.46 0.44 ‐3.86 ‐1.17 0.46 0.26 ‐3.94 ‐1.06 0.38 0.11 ‐3.07 ‐1.62 0.54 0.02 ‐4.71

29 ‐0.92 0.38 0.57 ‐3.02 ‐1.02 0.38 0.26 ‐3.10 ‐0.91 0.32 0.03 ‐2.68 ‐1.38 0.48 0.01 ‐3.99

30 ‐0.89 0.33 0.16 ‐2.91 ‐0.92 0.33 0.11 ‐2.94 ‐0.76 0.27 0.10 ‐2.31 ‐1.12 0.40 0.01 ‐3.50

31 ‐0.69 0.27 0.10 ‐2.15 ‐0.67 0.25 0.31 ‐2.31 ‐0.59 0.22 0.16 ‐1.82 ‐0.78 0.29 0.16 ‐2.71

32 ‐0.25 0.13 0.26 ‐0.98 ‐0.39 0.15 0.21 ‐1.56 ‐0.27 0.12 0.20 ‐1.24 ‐0.42 0.18 0.19 ‐1.67

33 ‐3.50 1.64 1.30 ‐11.66 ‐3.64 1.59 0.88 ‐11.89 ‐2.67 1.13 1.38 ‐9.81 ‐2.55 0.93 0.96 ‐8.62

34 ‐2.24 1.06 0.40 ‐7.12 ‐2.26 0.93 0.16 ‐7.27 ‐1.91 0.77 0.26 ‐6.02 ‐2.35 0.85 0.13 ‐7.39

35 ‐1.66 0.74 0.30 ‐5.24 ‐1.55 0.60 0.00 ‐4.88 ‐1.37 0.50 0.18 ‐4.33 ‐1.89 0.63 0.22 ‐5.26

36 ‐1.24 0.54 0.44 ‐4.45 ‐1.38 0.51 0.04 ‐4.21 ‐1.13 0.39 0.13 ‐3.07 ‐1.74 0.57 0.22 ‐5.21

37 ‐1.13 0.45 0.04 ‐3.70 ‐1.18 0.43 0.07 ‐3.62 ‐1.02 0.35 0.11 ‐3.32 ‐1.50 0.51 0.21 ‐4.64

38 ‐0.92 0.38 0.18 ‐3.07 ‐0.98 0.37 0.10 ‐2.86 ‐0.86 0.30 0.04 ‐2.42 ‐1.23 0.42 0.09 ‐3.69

39 ‐0.61 0.28 0.28 ‐2.21 ‐0.72 0.27 0.26 ‐2.59 ‐0.59 0.23 0.19 ‐2.08 ‐0.83 0.31 0.21 ‐2.94

40 ‐0.40 0.17 0.15 ‐1.40 ‐0.40 0.16 0.23 ‐1.98 ‐0.30 0.13 0.18 ‐1.35 ‐0.44 0.20 0.24 ‐2.04

41 ‐3.22 1.28 0.49 ‐10.31 ‐3.21 1.24 1.80 ‐10.56 ‐2.33 1.04 2.27 ‐9.38 ‐2.39 0.90 0.62 ‐8.81

42 ‐2.51 1.11 0.18 ‐7.84 ‐2.41 0.96 ‐0.06 ‐7.55 ‐1.74 0.72 0.53 ‐5.79 ‐2.17 0.80 0.06 ‐7.22

43 ‐1.85 0.87 0.32 ‐6.27 ‐1.70 0.65 0.05 ‐5.13 ‐1.38 0.53 0.25 ‐4.69 ‐1.97 0.66 0.26 ‐5.95

44 ‐1.30 0.58 0.26 ‐4.45 ‐1.38 0.50 0.09 ‐4.39 ‐1.18 0.42 0.25 ‐3.60 ‐1.74 0.58 0.26 ‐5.23

45 ‐1.20 0.49 0.23 ‐4.23 ‐1.19 0.43 0.11 ‐3.44 ‐1.04 0.37 0.22 ‐3.19 ‐1.54 0.53 0.27 ‐4.47

46 ‐0.98 0.40 0.21 ‐3.17 0.00 0.00 0.00 0.00 ‐0.84 0.30 0.17 ‐2.52 0.00 0.00 0.00 0.00

47 ‐0.69 0.30 0.22 ‐2.50 ‐0.63 0.26 0.46 ‐2.52 ‐0.54 0.23 0.30 ‐2.14 ‐0.85 0.34 0.35 ‐3.07

48 ‐0.38 0.18 0.23 ‐1.46 ‐0.41 0.17 0.27 ‐1.82 ‐0.33 0.16 0.29 ‐1.78 ‐0.51 0.22 0.24 ‐2.09

49 ‐3.21 1.29 1.07 ‐10.44 ‐3.07 1.25 1.28 ‐10.03 ‐2.27 1.06 2.24 ‐9.08 ‐2.32 0.91 0.89 ‐8.04

50 ‐2.52 1.04 0.31 ‐7.63 ‐2.42 0.96 0.31 ‐6.93 ‐1.83 0.73 0.56 ‐5.72 ‐2.18 0.81 0.18 ‐7.05

51 ‐1.83 0.73 0.15 ‐5.45 ‐1.74 0.68 0.38 ‐5.29 ‐1.37 0.52 0.57 ‐4.66 ‐1.89 0.65 0.30 ‐5.31

52 ‐1.45 0.57 0.14 ‐4.45 ‐1.36 0.52 0.20 ‐4.19 ‐1.19 0.42 0.42 ‐3.61 ‐1.71 0.58 0.32 ‐4.81

53 ‐1.18 0.48 0.15 ‐3.70 ‐1.12 0.42 0.35 ‐3.83 ‐1.00 0.37 0.38 ‐3.10 ‐1.54 0.54 0.22 ‐4.73

54 ‐0.97 0.41 0.18 ‐3.02 ‐0.96 0.37 0.17 ‐2.96 ‐0.87 0.32 0.36 ‐2.59 ‐1.35 0.47 0.26 ‐4.46

55 ‐0.68 0.30 0.30 ‐2.28 ‐0.74 0.28 0.23 ‐2.30 ‐0.64 0.26 0.26 ‐2.54 ‐0.93 0.36 0.40 ‐3.33

56 ‐0.33 0.15 0.22 ‐1.56 ‐0.41 0.16 0.27 ‐1.53 ‐0.26 0.14 0.37 ‐1.44 ‐0.48 0.22 0.34 ‐2.19

57 ‐2.82 1.10 0.61 ‐8.80 ‐2.61 1.10 0.96 ‐9.98 ‐1.96 0.96 1.72 ‐7.85 ‐2.11 0.84 1.39 ‐8.66

58 ‐2.37 0.96 0.09 ‐7.23 ‐2.10 0.87 0.64 ‐6.80 ‐1.66 0.71 0.73 ‐6.37 ‐1.98 0.76 0.40 ‐6.49

59 ‐1.93 0.77 0.31 ‐5.78 ‐1.89 0.69 0.39 ‐5.39 ‐1.37 0.53 0.72 ‐4.26 ‐1.84 0.66 0.40 ‐5.52

60 ‐1.44 0.59 0.32 ‐4.49 ‐1.43 0.51 0.28 ‐4.28 ‐1.14 0.43 0.57 ‐3.48 ‐1.68 0.58 0.19 ‐5.03

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.94 0.38 0.35 ‐3.05 ‐0.93 0.34 0.36 ‐3.37 ‐0.81 0.32 0.52 ‐3.11 ‐1.28 0.45 0.28 ‐4.28

63 ‐0.64 0.28 0.30 ‐2.24 ‐0.65 0.27 0.51 ‐2.80 ‐0.48 0.26 0.61 ‐2.73 ‐0.89 0.36 0.40 ‐3.29

64 ‐0.35 0.18 0.26 ‐1.73 ‐0.45 0.18 0.27 ‐2.25 ‐0.35 0.17 0.30 ‐1.91 ‐0.52 0.22 0.30 ‐2.01

Table B21 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 200o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐2.31 1.36 1.15 ‐9.80 ‐2.33 1.41 1.18 ‐10.24 ‐2.40 1.23 0.86 ‐9.58 ‐3.04 1.71 0.99 ‐11.89

2 ‐1.63 0.83 0.66 ‐5.96 ‐1.33 0.58 0.40 ‐4.21 ‐1.38 0.63 0.31 ‐5.43 ‐1.24 0.38 ‐0.13 ‐3.15

3 ‐1.84 1.01 0.56 ‐7.38 ‐1.35 0.62 0.33 ‐5.14 ‐1.79 0.83 0.11 ‐6.46 ‐1.23 0.43 ‐0.14 ‐4.59

4 ‐1.58 0.83 0.84 ‐6.02 ‐1.49 0.70 0.98 ‐5.09 ‐1.64 0.73 0.06 ‐5.29 ‐1.38 0.54 ‐0.12 ‐4.92

5 ‐1.34 0.68 0.57 ‐5.14 ‐1.18 0.54 0.58 ‐3.90 ‐1.38 0.61 0.08 ‐4.86 ‐1.24 0.53 0.10 ‐4.59

6 ‐1.10 0.63 0.45 ‐4.76 ‐0.96 0.49 0.63 ‐3.96 ‐1.15 0.58 0.12 ‐5.14 ‐1.24 0.52 0.00 ‐4.16

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.53 0.34 0.33 ‐2.90 ‐0.47 0.26 0.36 ‐2.70 ‐0.47 0.28 0.27 ‐2.51 ‐0.55 0.27 0.13 ‐2.39

9 ‐1.89 0.95 1.03 ‐7.84 ‐1.99 1.03 1.31 ‐8.63 ‐2.43 1.08 1.29 ‐8.52 ‐3.38 1.08 0.63 ‐9.91

10 ‐1.56 0.67 0.49 ‐5.92 ‐1.53 0.65 0.28 ‐5.86 ‐1.49 0.67 0.22 ‐5.41 ‐1.91 0.89 ‐0.23 ‐7.52

11 ‐1.22 0.46 0.48 ‐3.58 ‐1.25 0.46 0.23 ‐3.73 ‐0.99 0.38 0.29 ‐3.19 ‐1.06 0.41 0.03 ‐4.58

12 ‐0.98 0.36 0.27 ‐3.06 ‐0.98 0.36 0.33 ‐2.89 ‐0.91 0.30 0.09 ‐2.44 ‐1.03 0.31 ‐0.12 ‐2.97

13 ‐0.91 0.34 0.25 ‐2.85 ‐0.90 0.34 0.40 ‐2.76 ‐0.80 0.28 0.23 ‐2.32 ‐0.91 0.28 ‐0.12 ‐2.44

14 ‐0.90 0.32 0.15 ‐2.54 ‐0.83 0.35 0.46 ‐2.91 ‐0.80 0.29 0.17 ‐2.26 ‐0.85 0.28 ‐0.02 ‐2.38

15 ‐0.59 0.28 0.61 ‐2.24 ‐0.63 0.30 0.71 ‐2.19 ‐0.58 0.25 0.32 ‐2.04 ‐0.57 0.22 0.32 ‐1.64

16 ‐0.32 0.19 0.42 ‐1.49 ‐0.38 0.19 0.44 ‐1.69 ‐0.28 0.17 0.46 ‐1.33 ‐0.32 0.15 0.32 ‐1.22

17 ‐1.86 0.98 1.72 ‐8.86 ‐2.24 1.26 1.45 ‐11.47 ‐2.62 1.18 1.36 ‐8.76 ‐3.22 1.12 0.11 ‐9.61

18 ‐1.49 0.67 0.56 ‐5.59 0.00 0.00 0.00 0.00 ‐1.75 0.71 0.10 ‐5.81 0.00 0.00 0.00 0.00

19 ‐1.30 0.49 0.20 ‐3.88 ‐1.37 0.47 0.15 ‐4.38 ‐1.18 0.42 0.00 ‐3.65 ‐1.57 0.59 ‐0.25 ‐5.67

20 ‐1.04 0.38 0.25 ‐2.96 ‐1.13 0.40 0.14 ‐3.67 ‐0.98 0.34 ‐0.01 ‐3.15 ‐1.25 0.43 ‐0.13 ‐4.48

21 ‐0.85 0.31 0.19 ‐2.55 ‐0.93 0.35 0.18 ‐3.16 ‐0.81 0.30 0.20 ‐2.70 ‐1.00 0.34 ‐0.14 ‐3.63

22 ‐0.69 0.28 0.26 ‐2.61 ‐0.80 0.32 0.28 ‐2.84 ‐0.68 0.28 0.31 ‐2.36 ‐0.87 0.29 ‐0.05 ‐2.81

23 ‐0.37 0.23 0.50 ‐1.82 ‐0.52 0.26 0.54 ‐1.99 ‐0.41 0.20 0.32 ‐1.53 ‐0.65 0.23 0.14 ‐2.09

24 ‐0.31 0.16 0.38 ‐1.37 ‐0.41 0.19 0.35 ‐1.62 ‐0.28 0.15 0.31 ‐1.10 ‐0.39 0.14 0.14 ‐1.29

25 ‐2.09 1.07 1.04 ‐9.01 ‐2.59 1.32 1.20 ‐10.11 ‐2.57 1.03 0.36 ‐8.64 ‐2.84 0.99 0.33 ‐8.73

26 ‐1.61 0.72 0.41 ‐6.68 ‐1.68 0.83 0.44 ‐6.72 ‐1.89 0.78 0.01 ‐6.29 ‐2.37 0.83 ‐0.12 ‐6.94

27 ‐1.29 0.51 0.42 ‐4.61 ‐1.32 0.55 0.34 ‐5.27 ‐1.33 0.52 0.12 ‐4.62 ‐1.88 0.68 ‐0.10 ‐6.03

28 ‐1.09 0.39 0.30 ‐3.84 ‐1.11 0.42 0.17 ‐3.60 ‐1.08 0.39 ‐0.04 ‐3.26 ‐1.46 0.53 0.12 ‐4.75

29 ‐0.91 0.34 0.29 ‐3.25 ‐0.99 0.37 0.11 ‐3.09 ‐0.91 0.33 0.16 ‐2.81 ‐1.18 0.44 ‐0.02 ‐4.24

30 ‐0.86 0.31 0.24 ‐2.64 ‐0.89 0.34 0.13 ‐2.88 ‐0.79 0.28 0.19 ‐2.52 ‐0.93 0.34 ‐0.02 ‐3.69

31 ‐0.65 0.25 0.27 ‐2.29 ‐0.65 0.26 0.34 ‐2.25 ‐0.62 0.22 0.34 ‐1.82 ‐0.64 0.24 0.25 ‐2.48

32 ‐0.24 0.14 0.32 ‐1.07 ‐0.40 0.16 0.22 ‐1.48 ‐0.28 0.12 0.20 ‐1.18 ‐0.36 0.14 0.10 ‐1.49

33 ‐2.49 1.46 0.94 ‐12.24 ‐2.99 1.62 1.01 ‐11.31 ‐2.78 1.13 0.52 ‐8.44 ‐2.65 0.94 0.24 ‐8.52

34 ‐1.68 0.84 0.64 ‐7.05 ‐1.95 0.89 0.42 ‐7.14 ‐2.05 0.83 ‐0.05 ‐6.38 ‐2.45 0.84 0.08 ‐6.76

35 ‐1.43 0.62 0.34 ‐5.21 ‐1.42 0.58 0.37 ‐4.86 ‐1.42 0.52 0.05 ‐4.34 ‐1.84 0.62 0.13 ‐5.02

36 ‐1.08 0.44 0.39 ‐4.13 ‐1.26 0.50 0.27 ‐4.05 ‐1.16 0.41 ‐0.04 ‐3.66 ‐1.66 0.55 ‐0.16 ‐4.72

37 ‐1.03 0.38 0.28 ‐3.83 ‐1.11 0.42 0.14 ‐3.83 ‐1.05 0.37 ‐0.06 ‐3.54 ‐1.33 0.50 ‐0.06 ‐4.62

38 ‐0.84 0.33 0.29 ‐3.05 ‐0.91 0.36 0.14 ‐3.02 ‐0.87 0.32 0.11 ‐2.92 ‐1.03 0.40 ‐0.06 ‐3.78

39 ‐0.54 0.25 0.38 ‐2.38 ‐0.69 0.27 0.18 ‐2.26 ‐0.59 0.23 0.16 ‐1.90 ‐0.70 0.27 0.08 ‐2.61

40 ‐0.37 0.16 0.18 ‐1.66 ‐0.43 0.17 0.23 ‐1.45 ‐0.32 0.13 0.14 ‐1.23 ‐0.34 0.15 0.15 ‐1.57

41 ‐2.52 1.28 1.03 ‐9.31 ‐3.02 1.33 0.94 ‐9.70 ‐2.47 1.01 1.40 ‐8.45 ‐2.39 0.86 0.56 ‐7.57

42 ‐1.88 0.96 0.35 ‐7.25 ‐2.20 1.01 0.05 ‐7.20 ‐1.87 0.76 0.11 ‐6.23 ‐2.23 0.78 0.12 ‐6.54

43 ‐1.44 0.67 0.43 ‐5.66 ‐1.55 0.64 0.26 ‐5.30 ‐1.40 0.55 0.31 ‐4.92 ‐1.99 0.65 0.00 ‐5.02

44 ‐1.09 0.48 0.43 ‐3.93 ‐1.29 0.51 0.09 ‐4.46 ‐1.20 0.42 0.06 ‐3.52 ‐1.69 0.57 0.08 ‐4.60

45 ‐1.05 0.41 0.36 ‐3.58 ‐1.14 0.44 0.14 ‐3.75 ‐1.09 0.38 0.07 ‐4.02 ‐1.44 0.51 0.11 ‐4.27

46 ‐0.88 0.35 0.34 ‐2.98 0.00 0.00 0.00 0.00 ‐0.88 0.30 0.09 ‐2.82 0.00 0.00 0.00 0.00

47 ‐0.63 0.27 0.36 ‐2.13 ‐0.67 0.26 0.29 ‐2.42 ‐0.55 0.22 0.40 ‐2.01 ‐0.72 0.31 0.34 ‐2.51

48 ‐0.35 0.17 0.28 ‐1.39 ‐0.44 0.17 0.18 ‐1.76 ‐0.33 0.15 0.24 ‐1.50 ‐0.44 0.19 0.18 ‐1.56

49 ‐2.64 1.33 0.92 ‐10.75 ‐3.04 1.29 0.81 ‐9.43 ‐2.53 1.07 0.94 ‐9.41 ‐2.35 0.86 0.49 ‐6.84

50 ‐2.01 0.99 0.41 ‐7.52 ‐2.34 1.03 0.35 ‐7.04 ‐2.03 0.77 0.12 ‐6.00 ‐2.23 0.78 0.09 ‐6.36

51 ‐1.52 0.66 0.23 ‐5.37 ‐1.62 0.72 0.25 ‐5.15 ‐1.39 0.51 0.11 ‐4.28 ‐1.91 0.63 0.18 ‐5.32

52 ‐1.22 0.50 0.27 ‐4.29 ‐1.26 0.53 0.28 ‐4.54 ‐1.20 0.41 0.07 ‐3.95 ‐1.69 0.55 0.26 ‐4.61

53 ‐1.04 0.42 0.23 ‐3.75 ‐1.04 0.43 0.22 ‐3.47 ‐1.00 0.35 0.27 ‐3.02 ‐1.46 0.51 0.05 ‐4.36

54 ‐0.85 0.36 0.28 ‐3.28 ‐0.91 0.37 0.23 ‐3.29 ‐0.86 0.31 0.17 ‐2.84 ‐1.24 0.45 0.05 ‐4.00

55 ‐0.59 0.27 0.35 ‐2.37 ‐0.68 0.28 0.20 ‐2.40 ‐0.61 0.24 0.23 ‐2.32 ‐0.85 0.32 0.22 ‐2.84

56 ‐0.33 0.15 0.24 ‐1.47 ‐0.41 0.16 0.24 ‐1.53 ‐0.25 0.12 0.23 ‐1.31 ‐0.42 0.18 0.29 ‐1.74

57 ‐2.51 1.13 0.90 ‐9.32 ‐2.70 1.10 0.59 ‐9.53 ‐2.12 0.93 1.17 ‐8.54 ‐2.06 0.78 0.61 ‐8.49

58 ‐2.08 0.98 0.36 ‐7.09 ‐2.15 0.97 0.46 ‐7.15 ‐1.70 0.70 0.39 ‐5.67 ‐1.96 0.71 0.35 ‐6.32

59 ‐1.64 0.76 0.38 ‐5.43 ‐1.90 0.76 0.18 ‐5.96 ‐1.37 0.51 0.40 ‐3.96 ‐1.84 0.62 0.22 ‐5.09

60 ‐1.23 0.56 0.31 ‐4.22 ‐1.38 0.53 0.12 ‐4.34 ‐1.11 0.41 0.20 ‐3.42 ‐1.66 0.54 0.21 ‐4.80

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.89 0.37 0.30 ‐3.12 ‐0.91 0.35 0.19 ‐3.04 ‐0.70 0.28 0.32 ‐2.58 ‐1.20 0.43 0.18 ‐3.56

63 ‐0.62 0.28 0.34 ‐2.57 ‐0.65 0.26 0.37 ‐2.95 ‐0.43 0.23 0.53 ‐1.82 ‐0.81 0.34 0.55 ‐2.69

64 ‐0.32 0.17 0.25 ‐1.58 ‐0.42 0.17 0.32 ‐1.83 ‐0.30 0.15 0.29 ‐1.45 ‐0.52 0.21 0.36 ‐2.05

Table B22 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 210o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐2.93 1.21 0.27 ‐10.33 ‐2.91 1.46 0.55 ‐11.90 ‐2.25 1.12 0.08 ‐10.12 ‐2.04 1.45 1.66 ‐10.71

2 ‐2.20 0.86 0.19 ‐7.65 ‐1.71 0.55 0.31 ‐5.08 ‐1.76 0.66 ‐0.15 ‐6.21 ‐1.19 0.37 ‐0.09 ‐3.18

3 ‐2.91 1.13 0.24 ‐8.28 ‐1.81 0.72 0.17 ‐5.52 ‐2.19 0.82 ‐0.12 ‐6.15 ‐1.26 0.47 0.31 ‐4.47

4 ‐2.38 0.91 0.33 ‐6.97 ‐1.97 0.80 0.66 ‐6.34 ‐1.89 0.71 ‐0.10 ‐5.53 ‐1.44 0.54 0.02 ‐4.92

5 ‐1.95 0.73 0.55 ‐5.82 ‐1.60 0.61 0.13 ‐4.83 ‐1.55 0.58 ‐0.03 ‐4.54 ‐1.33 0.51 0.21 ‐4.47

6 ‐1.64 0.69 0.19 ‐5.41 ‐1.35 0.55 0.20 ‐4.89 ‐1.29 0.53 0.07 ‐4.52 ‐1.28 0.49 0.04 ‐4.17

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.72 0.35 0.26 ‐3.44 ‐0.59 0.29 0.23 ‐2.52 ‐0.55 0.30 0.27 ‐2.73 ‐0.48 0.23 0.15 ‐1.94

9 ‐2.66 1.15 0.00 ‐9.56 ‐2.53 1.11 0.65 ‐8.96 ‐2.72 1.08 0.73 ‐9.04 ‐3.04 1.07 0.94 ‐8.60

10 ‐1.88 0.68 0.15 ‐5.80 ‐1.73 0.68 0.14 ‐5.68 ‐1.50 0.63 0.20 ‐5.65 ‐1.32 0.72 0.16 ‐6.44

11 ‐1.40 0.46 0.11 ‐3.93 ‐1.45 0.47 0.06 ‐3.95 ‐1.11 0.35 0.24 ‐3.14 ‐0.87 0.30 0.27 ‐3.32

12 ‐1.11 0.37 0.32 ‐2.77 ‐1.08 0.37 0.20 ‐2.90 ‐1.01 0.31 ‐0.08 ‐2.61 ‐0.93 0.28 ‐0.03 ‐2.37

13 ‐0.98 0.34 0.42 ‐2.71 ‐0.95 0.32 0.20 ‐2.45 ‐0.86 0.29 0.06 ‐2.41 ‐0.82 0.27 0.02 ‐2.21

14 ‐0.98 0.33 0.22 ‐2.64 ‐0.84 0.32 0.27 ‐2.35 ‐0.84 0.29 0.15 ‐2.29 ‐0.75 0.27 0.11 ‐2.10

15 ‐0.64 0.30 0.42 ‐2.11 ‐0.59 0.30 0.67 ‐2.13 ‐0.58 0.26 0.44 ‐1.91 ‐0.47 0.24 0.63 ‐1.68

16 ‐0.39 0.21 0.34 ‐1.63 ‐0.41 0.21 0.40 ‐1.64 ‐0.29 0.19 0.51 ‐1.37 ‐0.32 0.16 0.34 ‐1.30

17 ‐2.04 0.82 0.56 ‐7.90 ‐2.13 0.92 0.66 ‐8.66 ‐2.26 0.91 0.80 ‐7.87 ‐2.89 1.15 0.68 ‐8.57

18 ‐1.83 0.70 0.60 ‐4.97 0.00 0.00 0.00 0.00 ‐1.78 0.66 0.09 ‐5.68 0.00 0.00 0.00 0.00

19 ‐1.37 0.51 0.45 ‐3.96 ‐1.42 0.47 ‐0.01 ‐4.16 ‐1.16 0.42 0.16 ‐3.85 ‐1.21 0.44 ‐0.17 ‐4.44

20 ‐1.09 0.38 0.35 ‐3.00 ‐1.16 0.37 0.02 ‐3.24 ‐0.95 0.31 ‐0.02 ‐2.82 ‐1.02 0.33 ‐0.09 ‐3.23

21 ‐0.83 0.29 0.27 ‐2.85 ‐0.90 0.30 0.12 ‐2.57 ‐0.75 0.26 0.13 ‐2.32 ‐0.84 0.27 0.02 ‐2.51

22 ‐0.70 0.25 0.16 ‐2.48 ‐0.77 0.27 0.27 ‐2.34 ‐0.63 0.24 0.22 ‐2.10 ‐0.76 0.26 0.03 ‐2.11

23 ‐0.49 0.23 0.37 ‐1.66 ‐0.58 0.25 0.35 ‐1.89 ‐0.43 0.20 0.47 ‐1.47 ‐0.60 0.23 0.12 ‐1.68

24 ‐0.30 0.16 0.30 ‐1.18 ‐0.39 0.19 0.38 ‐1.48 ‐0.26 0.16 0.36 ‐1.09 ‐0.34 0.15 0.20 ‐1.11

25 ‐1.94 0.83 0.72 ‐7.41 ‐2.06 0.94 1.00 ‐7.94 ‐2.14 0.88 0.49 ‐7.28 ‐2.71 1.00 0.57 ‐8.52

26 ‐1.73 0.67 0.28 ‐6.26 ‐1.70 0.70 0.39 ‐5.78 ‐1.86 0.71 0.27 ‐5.51 ‐1.99 0.83 0.10 ‐6.09

27 ‐1.45 0.53 0.24 ‐4.55 ‐1.42 0.52 0.11 ‐4.25 ‐1.37 0.52 0.18 ‐4.60 ‐1.46 0.62 0.02 ‐5.14

28 ‐1.15 0.40 0.11 ‐3.36 ‐1.13 0.39 0.16 ‐3.37 ‐1.04 0.38 0.00 ‐3.40 ‐1.10 0.42 ‐0.09 ‐4.04

29 ‐0.89 0.32 0.15 ‐2.90 ‐0.95 0.33 0.29 ‐2.78 ‐0.83 0.30 0.06 ‐2.73 ‐0.89 0.32 ‐0.03 ‐3.23

30 ‐0.79 0.27 0.07 ‐2.43 ‐0.79 0.29 0.16 ‐2.48 ‐0.70 0.26 0.11 ‐2.38 ‐0.72 0.26 0.06 ‐2.39

31 ‐0.63 0.22 0.22 ‐1.95 ‐0.58 0.23 0.35 ‐1.96 ‐0.55 0.22 0.23 ‐1.71 ‐0.50 0.19 0.33 ‐1.64

32 ‐0.29 0.13 0.31 ‐1.06 ‐0.39 0.15 0.25 ‐1.50 ‐0.27 0.12 0.23 ‐0.88 ‐0.32 0.12 0.15 ‐0.98

33 ‐2.02 1.06 0.58 ‐9.59 ‐2.19 1.14 1.17 ‐9.86 ‐2.26 1.01 0.39 ‐8.03 ‐2.47 0.90 1.23 ‐9.32

34 ‐1.66 0.75 0.84 ‐6.11 ‐1.76 0.71 0.37 ‐6.51 ‐1.89 0.77 0.08 ‐6.16 ‐2.24 0.79 ‐0.16 ‐6.38

35 ‐1.39 0.54 0.46 ‐4.33 ‐1.39 0.48 0.28 ‐4.05 ‐1.40 0.52 ‐0.05 ‐4.10 ‐1.50 0.58 0.07 ‐4.59

36 ‐1.13 0.43 0.45 ‐3.63 ‐1.21 0.42 0.45 ‐3.50 ‐1.14 0.41 ‐0.06 ‐3.39 ‐1.34 0.49 ‐0.14 ‐4.08

37 ‐1.04 0.36 0.28 ‐3.42 ‐1.05 0.36 0.18 ‐3.40 ‐0.97 0.36 0.02 ‐3.17 ‐0.97 0.40 ‐0.03 ‐3.44

38 ‐0.82 0.29 0.34 ‐2.86 ‐0.82 0.30 0.28 ‐3.08 ‐0.77 0.30 0.07 ‐2.82 ‐0.74 0.29 0.03 ‐2.70

39 ‐0.57 0.22 0.23 ‐2.18 ‐0.62 0.22 0.16 ‐2.34 ‐0.53 0.21 0.26 ‐1.92 ‐0.55 0.20 0.08 ‐2.07

40 ‐0.35 0.14 0.19 ‐1.36 ‐0.36 0.15 0.32 ‐1.51 ‐0.31 0.12 0.19 ‐1.22 ‐0.26 0.10 0.15 ‐1.02

41 ‐1.98 0.98 1.26 ‐8.18 ‐2.25 1.10 1.11 ‐9.50 ‐2.10 0.89 0.52 ‐7.61 ‐2.22 0.80 0.96 ‐7.25

42 ‐1.61 0.73 0.42 ‐5.93 ‐1.81 0.75 0.23 ‐5.79 ‐1.75 0.74 0.16 ‐6.01 ‐2.09 0.74 0.01 ‐6.61

43 ‐1.45 0.59 0.35 ‐4.80 ‐1.44 0.53 0.23 ‐4.65 ‐1.40 0.56 0.33 ‐4.62 ‐1.75 0.63 0.15 ‐5.54

44 ‐1.09 0.43 0.32 ‐3.44 ‐1.22 0.43 0.27 ‐3.93 ‐1.19 0.43 0.04 ‐3.56 ‐1.39 0.53 ‐0.01 ‐4.26

45 ‐1.06 0.38 0.25 ‐3.42 ‐1.09 0.37 0.28 ‐3.20 ‐1.08 0.39 0.03 ‐3.35 ‐1.12 0.45 0.09 ‐4.04

46 ‐0.84 0.31 0.12 ‐2.86 0.00 0.00 0.00 0.00 ‐0.84 0.30 0.10 ‐2.63 0.00 0.00 0.00 0.00

47 ‐0.58 0.24 0.22 ‐2.13 ‐0.63 0.23 0.19 ‐2.22 ‐0.53 0.22 0.19 ‐2.03 ‐0.50 0.24 0.26 ‐2.01

48 ‐0.34 0.15 0.21 ‐1.31 ‐0.42 0.15 0.14 ‐1.55 ‐0.33 0.14 0.13 ‐1.39 ‐0.32 0.14 0.19 ‐1.30

49 ‐1.97 1.06 1.63 ‐8.43 ‐2.30 1.14 0.90 ‐8.78 ‐2.22 0.94 0.43 ‐7.39 ‐2.20 0.80 0.31 ‐8.55

50 ‐1.65 0.76 0.39 ‐5.69 ‐1.85 0.84 0.53 ‐5.93 ‐1.92 0.77 ‐0.01 ‐5.94 ‐2.12 0.73 ‐0.03 ‐6.50

51 ‐1.31 0.54 0.36 ‐4.15 ‐1.35 0.58 0.43 ‐4.58 ‐1.33 0.52 0.13 ‐4.15 ‐1.75 0.57 0.11 ‐5.20

52 ‐1.10 0.42 0.37 ‐3.24 ‐1.11 0.45 0.28 ‐3.63 ‐1.15 0.41 0.10 ‐3.52 ‐1.47 0.51 0.06 ‐4.46

53 ‐0.97 0.37 0.37 ‐3.04 ‐0.98 0.37 0.24 ‐3.27 ‐0.96 0.37 0.25 ‐3.45 ‐1.17 0.46 0.10 ‐3.73

54 ‐0.81 0.31 0.29 ‐2.53 ‐0.85 0.32 0.37 ‐2.81 ‐0.82 0.32 0.28 ‐2.91 ‐0.94 0.39 0.14 ‐3.15

55 ‐0.56 0.24 0.26 ‐1.83 ‐0.64 0.24 0.19 ‐2.45 ‐0.55 0.23 0.22 ‐2.23 ‐0.66 0.25 0.10 ‐2.43

56 ‐0.29 0.13 0.16 ‐1.48 ‐0.38 0.15 0.17 ‐1.51 ‐0.23 0.11 0.24 ‐1.24 ‐0.31 0.13 0.14 ‐1.29

57 ‐1.87 0.92 0.96 ‐7.86 ‐2.10 0.99 0.73 ‐7.74 ‐1.79 0.76 1.03 ‐6.31 ‐1.90 0.70 0.56 ‐6.79

58 ‐1.53 0.75 0.61 ‐6.03 ‐1.67 0.82 0.42 ‐6.37 ‐1.53 0.64 0.30 ‐4.79 ‐1.85 0.65 0.11 ‐6.51

59 ‐1.34 0.56 0.42 ‐4.56 ‐1.58 0.63 0.11 ‐5.18 ‐1.28 0.50 0.30 ‐4.09 ‐1.71 0.57 0.08 ‐5.00

60 ‐1.04 0.44 0.37 ‐4.00 ‐1.18 0.45 0.25 ‐3.92 ‐1.06 0.40 0.33 ‐3.28 ‐1.47 0.50 0.00 ‐4.29

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.83 0.31 0.26 ‐2.78 ‐0.84 0.31 0.16 ‐2.72 ‐0.68 0.28 0.39 ‐2.45 ‐0.95 0.38 0.14 ‐2.92

63 ‐0.53 0.24 0.28 ‐2.04 ‐0.62 0.24 0.32 ‐2.01 ‐0.43 0.22 0.48 ‐1.91 ‐0.61 0.30 0.36 ‐2.66

64 ‐0.30 0.15 0.29 ‐1.43 ‐0.42 0.15 0.15 ‐1.55 ‐0.29 0.14 0.29 ‐1.35 ‐0.40 0.17 0.13 ‐1.56

Table B23 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 220o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐2.45 1.04 ‐0.27 ‐10.34 ‐2.38 1.35 0.43 ‐11.46 ‐1.77 0.90 ‐0.02 ‐9.34 ‐1.37 1.07 0.93 ‐10.56

2 ‐2.45 0.84 ‐0.27 ‐7.26 ‐1.83 0.52 ‐0.25 ‐4.88 ‐1.91 0.73 ‐0.18 ‐6.35 ‐1.09 0.40 0.44 ‐3.58

3 ‐3.10 1.05 ‐0.13 ‐7.67 ‐2.19 0.71 ‐0.30 ‐6.04 ‐2.33 0.83 ‐0.16 ‐6.83 ‐1.27 0.52 0.24 ‐4.17

4 ‐2.46 0.89 0.08 ‐6.47 ‐2.31 0.74 0.37 ‐5.92 ‐1.97 0.70 ‐0.01 ‐5.83 ‐1.40 0.58 0.31 ‐4.74

5 ‐1.98 0.77 0.48 ‐5.39 ‐1.88 0.59 ‐0.19 ‐4.86 ‐1.66 0.58 ‐0.02 ‐4.96 ‐1.28 0.53 0.28 ‐4.50

6 ‐1.67 0.74 1.17 ‐4.86 ‐1.64 0.54 ‐0.06 ‐4.86 ‐1.47 0.54 0.04 ‐4.67 ‐1.21 0.49 0.20 ‐4.40

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.84 0.32 0.86 ‐3.37 ‐0.70 0.29 0.30 ‐2.46 ‐0.66 0.34 0.25 ‐3.33 ‐0.44 0.21 0.17 ‐2.05

9 ‐3.55 1.20 ‐0.23 ‐10.47 ‐3.19 1.16 0.03 ‐9.61 ‐2.94 1.08 0.47 ‐9.09 ‐2.45 1.13 1.16 ‐8.65

10 ‐1.69 0.64 ‐0.05 ‐5.84 ‐1.53 0.62 0.06 ‐5.44 ‐1.22 0.58 0.14 ‐5.69 ‐0.88 0.54 0.40 ‐5.52

11 ‐1.39 0.41 ‐0.08 ‐3.38 ‐1.49 0.43 ‐0.18 ‐3.65 ‐1.05 0.36 0.20 ‐3.18 ‐0.72 0.29 0.35 ‐2.48

12 ‐1.12 0.33 ‐0.01 ‐2.86 ‐1.17 0.35 0.07 ‐2.70 ‐1.00 0.33 0.08 ‐2.82 ‐0.81 0.29 0.11 ‐2.38

13 ‐1.02 0.31 ‐0.05 ‐2.81 ‐1.02 0.32 0.05 ‐2.52 ‐0.87 0.30 0.08 ‐2.63 ‐0.72 0.27 0.14 ‐2.21

14 ‐1.02 0.31 ‐0.03 ‐2.67 ‐0.91 0.32 0.29 ‐2.73 ‐0.84 0.30 0.06 ‐2.50 ‐0.65 0.26 0.15 ‐2.26

15 ‐0.64 0.29 0.30 ‐2.16 ‐0.55 0.30 0.75 ‐2.17 ‐0.54 0.28 0.62 ‐2.22 ‐0.36 0.25 0.71 ‐1.93

16 ‐0.39 0.20 0.52 ‐1.52 ‐0.43 0.21 0.44 ‐1.64 ‐0.29 0.19 0.40 ‐1.59 ‐0.30 0.16 0.41 ‐1.32

17 ‐2.39 0.81 0.01 ‐7.31 ‐2.42 0.90 0.12 ‐7.25 ‐2.22 0.83 0.70 ‐7.29 ‐2.30 1.14 1.22 ‐9.57

18 ‐1.85 0.70 0.14 ‐5.88 0.00 0.00 0.00 0.00 ‐1.54 0.68 0.03 ‐5.56 0.00 0.00 0.00 0.00

19 ‐1.23 0.45 0.27 ‐3.57 ‐1.35 0.41 ‐0.03 ‐3.73 ‐1.01 0.38 ‐0.05 ‐4.15 ‐0.97 0.36 ‐0.05 ‐3.63

20 ‐1.05 0.32 0.04 ‐2.74 ‐1.17 0.32 ‐0.10 ‐2.92 ‐0.87 0.29 0.01 ‐2.80 ‐0.87 0.31 ‐0.02 ‐2.75

21 ‐0.79 0.24 0.04 ‐2.04 ‐0.90 0.27 ‐0.01 ‐2.40 ‐0.69 0.25 0.14 ‐2.10 ‐0.71 0.27 0.07 ‐2.24

22 ‐0.74 0.22 0.06 ‐1.82 ‐0.81 0.26 0.16 ‐2.18 ‐0.63 0.23 0.17 ‐1.84 ‐0.67 0.26 0.11 ‐2.14

23 ‐0.57 0.20 0.16 ‐1.83 ‐0.65 0.26 0.22 ‐2.02 ‐0.47 0.21 0.38 ‐1.61 ‐0.56 0.23 0.17 ‐1.94

24 ‐0.31 0.14 0.21 ‐1.20 ‐0.38 0.18 0.26 ‐1.43 ‐0.24 0.16 0.33 ‐1.24 ‐0.29 0.15 0.19 ‐1.35

25 ‐2.03 0.70 0.07 ‐6.20 ‐2.11 0.80 0.27 ‐7.64 ‐1.93 0.75 0.50 ‐7.69 ‐2.44 1.03 0.43 ‐9.17

26 ‐1.95 0.67 0.18 ‐5.75 ‐1.86 0.70 0.18 ‐5.45 ‐1.74 0.69 0.11 ‐5.31 ‐1.46 0.80 0.22 ‐5.98

27 ‐1.45 0.53 0.07 ‐4.79 ‐1.38 0.51 ‐0.04 ‐4.04 ‐1.17 0.53 0.19 ‐4.34 ‐1.06 0.51 0.05 ‐5.49

28 ‐1.06 0.36 0.13 ‐3.17 ‐1.06 0.35 ‐0.06 ‐3.03 ‐0.88 0.35 0.08 ‐3.63 ‐0.85 0.34 ‐0.01 ‐3.47

29 ‐0.80 0.28 0.25 ‐2.44 ‐0.86 0.29 0.04 ‐2.50 ‐0.70 0.27 0.16 ‐2.39 ‐0.71 0.27 0.05 ‐2.70

30 ‐0.74 0.22 0.06 ‐1.90 ‐0.70 0.25 0.16 ‐2.07 ‐0.60 0.24 0.17 ‐1.98 ‐0.58 0.24 0.20 ‐1.98

31 ‐0.62 0.20 0.23 ‐1.66 ‐0.50 0.21 0.42 ‐1.53 ‐0.45 0.25 0.57 ‐1.82 ‐0.39 0.21 0.50 ‐1.37

32 ‐0.32 0.11 0.25 ‐0.97 ‐0.39 0.15 0.18 ‐1.32 ‐0.26 0.13 0.30 ‐0.97 ‐0.30 0.13 0.29 ‐1.09

33 ‐1.83 0.77 0.41 ‐6.93 ‐1.95 0.81 0.60 ‐7.69 ‐1.83 0.82 0.49 ‐7.43 ‐2.13 0.90 0.26 ‐7.58

34 ‐1.79 0.70 0.14 ‐5.48 ‐1.86 0.66 0.17 ‐5.73 ‐1.73 0.69 0.17 ‐6.37 ‐1.85 0.80 ‐0.11 ‐6.38

35 ‐1.43 0.54 0.08 ‐4.23 ‐1.37 0.47 0.04 ‐4.14 ‐1.27 0.51 ‐0.02 ‐4.37 ‐1.10 0.51 0.09 ‐4.30

36 ‐1.14 0.42 0.20 ‐3.60 ‐1.17 0.39 0.02 ‐3.37 ‐1.00 0.40 ‐0.02 ‐3.40 ‐1.05 0.41 ‐0.09 ‐4.02

37 ‐0.99 0.32 0.00 ‐2.95 ‐0.91 0.32 0.09 ‐2.88 ‐0.82 0.32 0.09 ‐3.08 ‐0.72 0.31 0.14 ‐3.47

38 ‐0.78 0.24 0.07 ‐2.37 ‐0.72 0.25 0.06 ‐2.38 ‐0.64 0.25 0.10 ‐2.33 ‐0.58 0.23 0.22 ‐2.05

39 ‐0.59 0.18 0.12 ‐1.58 ‐0.58 0.18 0.14 ‐1.70 ‐0.50 0.19 0.14 ‐1.49 ‐0.46 0.19 0.22 ‐1.46

40 ‐0.37 0.11 0.01 ‐0.97 ‐0.33 0.12 0.21 ‐1.06 ‐0.29 0.12 0.18 ‐1.01 ‐0.22 0.10 0.22 ‐0.83

41 ‐1.73 0.72 0.36 ‐6.39 ‐1.91 0.80 0.82 ‐7.78 ‐1.73 0.77 0.83 ‐6.11 ‐1.99 0.79 0.38 ‐7.33

42 ‐1.66 0.62 0.29 ‐5.28 ‐1.84 0.67 ‐0.02 ‐5.55 ‐1.60 0.67 0.32 ‐5.87 ‐1.80 0.75 0.02 ‐6.07

43 ‐1.60 0.55 0.16 ‐4.67 ‐1.51 0.51 0.15 ‐4.53 ‐1.36 0.54 0.30 ‐4.86 ‐1.38 0.61 0.12 ‐4.90

44 ‐1.15 0.41 0.13 ‐3.66 ‐1.24 0.40 0.13 ‐3.47 ‐1.08 0.43 0.09 ‐3.98 ‐1.05 0.45 ‐0.06 ‐3.90

45 ‐1.10 0.37 0.00 ‐3.48 ‐1.05 0.34 0.17 ‐3.13 ‐0.97 0.37 0.07 ‐3.20 ‐0.84 0.35 0.04 ‐3.69

46 ‐0.81 0.27 0.05 ‐2.52 0.00 0.00 0.00 0.00 ‐0.72 0.28 0.02 ‐2.42 0.00 0.00 0.00 0.00

47 ‐0.53 0.20 0.09 ‐1.94 ‐0.54 0.20 0.36 ‐2.06 ‐0.44 0.21 0.49 ‐1.88 ‐0.38 0.18 0.56 ‐1.79

48 ‐0.33 0.12 0.18 ‐1.04 ‐0.39 0.13 0.22 ‐1.21 ‐0.30 0.13 0.24 ‐1.06 ‐0.27 0.12 0.24 ‐0.95

49 ‐1.65 0.80 0.77 ‐6.80 ‐1.84 0.85 0.59 ‐6.89 ‐1.78 0.82 0.81 ‐6.37 ‐2.05 0.79 0.28 ‐6.99

50 ‐1.58 0.65 0.42 ‐5.19 ‐1.72 0.72 0.32 ‐5.90 ‐1.69 0.72 0.16 ‐6.08 ‐1.92 0.73 ‐0.09 ‐6.07

51 ‐1.34 0.50 0.42 ‐3.87 ‐1.35 0.55 0.30 ‐3.97 ‐1.26 0.50 0.19 ‐4.17 ‐1.47 0.56 ‐0.14 ‐4.60

52 ‐1.14 0.40 0.18 ‐3.22 ‐1.12 0.44 0.32 ‐3.40 ‐1.08 0.41 0.13 ‐3.67 ‐1.17 0.46 ‐0.06 ‐4.06

53 ‐0.96 0.35 0.12 ‐3.21 ‐0.93 0.35 0.26 ‐2.94 ‐0.86 0.37 0.19 ‐3.13 ‐0.86 0.38 0.00 ‐3.42

54 ‐0.77 0.29 0.13 ‐2.62 ‐0.75 0.29 0.16 ‐2.68 ‐0.70 0.31 0.20 ‐2.94 ‐0.69 0.28 0.10 ‐2.85

55 ‐0.52 0.20 0.22 ‐1.83 ‐0.58 0.20 0.15 ‐1.78 ‐0.48 0.20 0.22 ‐1.83 ‐0.53 0.19 0.11 ‐2.12

56 ‐0.27 0.10 0.13 ‐0.91 ‐0.33 0.11 0.10 ‐1.07 ‐0.21 0.10 0.17 ‐0.96 ‐0.25 0.09 0.09 ‐0.96

57 ‐1.53 0.70 0.46 ‐6.31 ‐1.67 0.75 0.65 ‐6.89 ‐1.50 0.66 0.81 ‐5.55 ‐1.74 0.66 0.95 ‐5.93

58 ‐1.37 0.60 0.37 ‐5.29 ‐1.48 0.66 0.48 ‐5.09 ‐1.41 0.61 0.41 ‐5.44 ‐1.68 0.64 0.44 ‐5.80

59 ‐1.33 0.48 0.21 ‐3.90 ‐1.53 0.57 0.10 ‐4.42 ‐1.25 0.50 0.38 ‐4.16 ‐1.46 0.55 0.16 ‐4.41

60 ‐1.05 0.39 0.22 ‐3.24 ‐1.18 0.42 0.25 ‐3.65 ‐1.04 0.41 0.36 ‐3.60 ‐1.17 0.47 ‐0.11 ‐3.76

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.84 0.28 0.10 ‐2.73 ‐0.79 0.28 0.08 ‐2.44 ‐0.63 0.28 0.29 ‐2.53 ‐0.68 0.30 0.13 ‐2.83

63 ‐0.50 0.21 0.35 ‐2.02 ‐0.56 0.21 0.24 ‐2.08 ‐0.40 0.21 0.52 ‐1.85 ‐0.41 0.21 0.29 ‐2.02

64 ‐0.30 0.13 0.17 ‐1.33 ‐0.41 0.13 0.13 ‐1.46 ‐0.26 0.13 0.23 ‐1.31 ‐0.31 0.13 0.11 ‐1.43

Table B24 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 230o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.70 0.70 ‐0.13 ‐8.17 ‐1.75 0.99 0.02 ‐11.24 ‐1.33 0.59 0.63 ‐7.42 ‐0.92 0.62 0.94 ‐7.70

2 ‐2.33 0.85 ‐0.19 ‐6.30 ‐1.82 0.56 ‐0.16 ‐4.87 ‐1.87 0.77 0.51 ‐6.34 ‐1.00 0.39 1.00 ‐3.13

3 ‐2.54 1.00 0.29 ‐7.84 ‐2.27 0.73 ‐0.17 ‐5.79 ‐2.13 0.85 0.29 ‐7.11 ‐1.18 0.55 1.47 ‐4.34

4 ‐2.05 0.85 0.70 ‐6.75 ‐2.26 0.69 ‐0.12 ‐5.67 ‐1.80 0.68 0.16 ‐5.81 ‐1.19 0.56 0.94 ‐4.26

5 ‐1.64 0.81 1.04 ‐5.33 ‐1.89 0.58 0.20 ‐4.66 ‐1.58 0.59 0.32 ‐4.90 ‐1.10 0.51 1.03 ‐4.12

6 ‐1.33 0.82 1.90 ‐5.25 ‐1.70 0.55 0.15 ‐4.64 ‐1.48 0.57 0.32 ‐4.66 ‐1.06 0.47 0.69 ‐3.87

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.80 0.36 1.56 ‐2.50 ‐0.69 0.30 0.16 ‐2.59 ‐0.69 0.33 0.28 ‐2.57 ‐0.41 0.20 0.22 ‐1.60

9 ‐3.10 1.15 ‐0.21 ‐9.41 ‐3.04 1.13 0.25 ‐9.35 ‐2.46 1.13 0.96 ‐7.83 ‐1.69 0.97 1.50 ‐6.72

10 ‐1.23 0.50 0.26 ‐4.81 ‐1.23 0.52 0.32 ‐5.45 ‐0.85 0.44 0.50 ‐4.11 ‐0.55 0.38 1.00 ‐4.06

11 ‐1.10 0.39 0.21 ‐2.71 ‐1.39 0.43 ‐0.07 ‐3.39 ‐0.82 0.37 0.45 ‐2.80 ‐0.57 0.27 0.58 ‐1.98

12 ‐0.97 0.32 0.07 ‐2.54 ‐1.13 0.33 ‐0.06 ‐2.82 ‐0.83 0.32 0.14 ‐2.59 ‐0.66 0.25 0.17 ‐2.10

13 ‐0.88 0.31 0.27 ‐2.74 ‐0.99 0.32 0.01 ‐2.52 ‐0.75 0.30 0.24 ‐2.41 ‐0.60 0.24 0.29 ‐2.03

14 ‐0.83 0.34 0.20 ‐2.36 ‐0.89 0.32 0.14 ‐2.53 ‐0.71 0.31 0.26 ‐2.35 ‐0.53 0.24 0.30 ‐1.96

15 ‐0.50 0.33 0.63 ‐2.01 ‐0.45 0.30 0.85 ‐2.01 ‐0.41 0.28 0.89 ‐2.05 ‐0.26 0.23 1.11 ‐1.48

16 ‐0.33 0.22 0.67 ‐1.54 ‐0.42 0.19 0.46 ‐1.54 ‐0.25 0.18 0.52 ‐1.81 ‐0.27 0.15 0.42 ‐1.22

17 ‐2.16 0.76 ‐0.12 ‐6.32 ‐2.36 0.83 0.11 ‐7.29 ‐1.94 0.78 0.58 ‐5.81 ‐1.55 0.84 0.82 ‐7.06

18 ‐1.36 0.64 0.16 ‐5.07 0.00 0.00 0.00 0.00 ‐1.11 0.56 0.17 ‐4.66 0.00 0.00 0.00 0.00

19 ‐0.99 0.33 0.28 ‐3.06 ‐1.20 0.34 ‐0.23 ‐3.60 ‐0.79 0.29 0.19 ‐2.85 ‐0.80 0.27 0.04 ‐3.12

20 ‐0.87 0.27 0.12 ‐2.16 ‐1.06 0.29 ‐0.14 ‐2.57 ‐0.70 0.27 0.19 ‐2.19 ‐0.72 0.26 0.05 ‐2.02

21 ‐0.70 0.23 0.06 ‐1.82 ‐0.87 0.25 0.07 ‐2.04 ‐0.56 0.24 0.37 ‐1.88 ‐0.59 0.22 0.10 ‐1.96

22 ‐0.68 0.21 0.15 ‐1.74 ‐0.84 0.24 ‐0.03 ‐2.04 ‐0.56 0.22 0.27 ‐1.74 ‐0.58 0.21 0.13 ‐1.86

23 ‐0.54 0.20 0.14 ‐1.60 ‐0.68 0.23 0.11 ‐2.04 ‐0.47 0.20 0.25 ‐1.64 ‐0.51 0.20 0.06 ‐1.71

24 ‐0.26 0.15 0.41 ‐1.08 ‐0.35 0.16 0.30 ‐1.30 ‐0.18 0.14 0.36 ‐1.34 ‐0.23 0.12 0.15 ‐1.21

25 ‐1.85 0.65 0.12 ‐6.26 ‐2.15 0.76 ‐0.14 ‐6.60 ‐1.67 0.65 0.24 ‐5.85 ‐1.86 0.87 0.94 ‐6.80

26 ‐1.62 0.68 0.21 ‐5.70 ‐1.64 0.74 0.26 ‐5.95 ‐1.27 0.70 0.55 ‐5.04 ‐0.93 0.59 0.53 ‐4.77

27 ‐1.10 0.45 0.21 ‐4.29 ‐1.12 0.47 ‐0.03 ‐4.16 ‐0.79 0.42 0.37 ‐3.58 ‐0.73 0.35 0.19 ‐4.04

28 ‐0.82 0.28 0.04 ‐2.60 ‐0.90 0.30 ‐0.03 ‐3.10 ‐0.65 0.27 0.17 ‐2.52 ‐0.63 0.24 0.10 ‐2.63

29 ‐0.70 0.23 0.04 ‐1.83 ‐0.75 0.25 0.10 ‐2.14 ‐0.54 0.23 0.23 ‐1.85 ‐0.54 0.21 0.13 ‐1.85

30 ‐0.62 0.20 0.07 ‐1.59 ‐0.60 0.23 0.26 ‐1.71 ‐0.45 0.22 0.31 ‐1.58 ‐0.42 0.20 0.23 ‐1.62

31 ‐0.50 0.21 0.46 ‐1.44 ‐0.41 0.22 0.60 ‐1.51 ‐0.29 0.24 0.77 ‐1.57 ‐0.25 0.20 0.67 ‐1.33

32 ‐0.32 0.12 0.25 ‐0.92 ‐0.38 0.15 0.31 ‐1.46 ‐0.21 0.14 0.57 ‐1.18 ‐0.26 0.13 0.29 ‐1.04

33 ‐1.60 0.64 0.24 ‐5.51 ‐1.78 0.66 0.18 ‐6.29 ‐1.50 0.66 0.55 ‐5.81 ‐1.58 0.72 1.17 ‐5.41

34 ‐1.60 0.63 0.26 ‐5.52 ‐1.75 0.65 ‐0.11 ‐5.39 ‐1.41 0.61 0.07 ‐5.35 ‐1.31 0.64 0.16 ‐5.25

35 ‐1.20 0.49 0.53 ‐3.77 ‐1.08 0.46 0.04 ‐3.81 ‐0.94 0.42 0.07 ‐3.65 ‐0.73 0.35 0.21 ‐3.63

36 ‐0.94 0.35 0.32 ‐3.07 ‐1.04 0.34 ‐0.17 ‐2.96 ‐0.73 0.30 0.04 ‐2.82 ‐0.77 0.29 0.01 ‐3.02

37 ‐0.84 0.25 ‐0.02 ‐2.28 ‐0.74 0.26 0.06 ‐2.53 ‐0.63 0.24 0.08 ‐2.15 ‐0.51 0.21 0.19 ‐2.28

38 ‐0.71 0.20 ‐0.03 ‐1.73 ‐0.65 0.21 0.18 ‐1.93 ‐0.52 0.20 0.23 ‐1.65 ‐0.44 0.18 0.23 ‐1.65

39 ‐0.59 0.17 ‐0.04 ‐1.42 ‐0.55 0.17 0.21 ‐1.53 ‐0.47 0.18 0.18 ‐1.39 ‐0.38 0.15 0.22 ‐1.40

40 ‐0.37 0.11 0.00 ‐1.05 ‐0.31 0.11 0.15 ‐0.95 ‐0.25 0.11 0.14 ‐1.08 ‐0.17 0.09 0.24 ‐0.81

41 ‐1.48 0.57 0.28 ‐4.80 ‐1.76 0.64 0.49 ‐5.96 ‐1.40 0.62 0.61 ‐6.12 ‐1.47 0.64 0.76 ‐5.44

42 ‐1.53 0.54 0.04 ‐4.87 ‐1.79 0.62 ‐0.01 ‐5.48 ‐1.28 0.58 0.31 ‐5.28 ‐1.24 0.60 0.21 ‐5.02

43 ‐1.37 0.52 ‐0.01 ‐4.53 ‐1.34 0.50 ‐0.10 ‐4.83 ‐1.04 0.48 0.10 ‐4.08 ‐0.90 0.43 0.18 ‐3.81

44 ‐0.93 0.37 0.06 ‐3.20 ‐1.08 0.37 ‐0.03 ‐3.54 ‐0.79 0.34 0.00 ‐3.03 ‐0.72 0.29 0.01 ‐3.24

45 ‐0.90 0.31 ‐0.10 ‐2.91 ‐0.90 0.29 0.01 ‐2.77 ‐0.76 0.28 0.00 ‐2.80 ‐0.60 0.23 0.04 ‐2.35

46 ‐0.68 0.21 ‐0.03 ‐2.00 0.00 0.00 0.00 0.00 ‐0.56 0.21 0.15 ‐1.83 0.00 0.00 0.00 0.00

47 ‐0.45 0.16 0.33 ‐1.54 ‐0.44 0.19 0.58 ‐1.59 ‐0.29 0.20 0.71 ‐1.28 ‐0.24 0.17 0.80 ‐1.08

48 ‐0.34 0.11 0.13 ‐0.98 ‐0.37 0.12 0.18 ‐1.00 ‐0.25 0.12 0.30 ‐0.82 ‐0.22 0.11 0.25 ‐0.74

49 ‐1.34 0.58 0.50 ‐4.83 ‐1.57 0.67 0.36 ‐6.11 ‐1.36 0.63 0.36 ‐5.55 ‐1.54 0.66 0.33 ‐5.61

50 ‐1.43 0.53 0.20 ‐4.58 ‐1.58 0.63 0.28 ‐6.61 ‐1.37 0.59 0.10 ‐5.02 ‐1.44 0.59 0.05 ‐4.92

51 ‐1.17 0.46 0.38 ‐3.53 ‐1.23 0.52 0.30 ‐4.40 ‐0.98 0.44 0.11 ‐3.70 ‐1.03 0.42 ‐0.10 ‐4.21

52 ‐0.98 0.36 0.12 ‐2.85 ‐0.99 0.42 0.35 ‐3.44 ‐0.82 0.34 0.02 ‐3.19 ‐0.82 0.31 ‐0.05 ‐3.19

53 ‐0.73 0.30 0.11 ‐2.65 ‐0.76 0.32 0.16 ‐2.92 ‐0.60 0.28 0.10 ‐2.74 ‐0.58 0.24 0.05 ‐2.63

54 ‐0.60 0.24 0.14 ‐2.15 ‐0.63 0.25 0.14 ‐2.30 ‐0.51 0.22 0.13 ‐2.14 ‐0.51 0.19 0.02 ‐1.96

55 ‐0.42 0.15 0.09 ‐1.41 ‐0.52 0.16 0.12 ‐1.54 ‐0.40 0.16 0.16 ‐1.34 ‐0.44 0.15 0.06 ‐1.36

56 ‐0.22 0.08 0.09 ‐0.79 ‐0.30 0.10 0.10 ‐0.99 ‐0.17 0.09 0.16 ‐0.72 ‐0.21 0.08 0.13 ‐0.76

57 ‐1.25 0.53 0.62 ‐4.25 ‐1.45 0.59 0.54 ‐5.80 ‐1.22 0.53 0.47 ‐4.60 ‐1.29 0.55 0.36 ‐5.09

58 ‐1.26 0.49 0.19 ‐4.11 ‐1.41 0.56 0.47 ‐5.04 ‐1.21 0.52 0.28 ‐4.62 ‐1.18 0.53 0.30 ‐4.25

59 ‐1.24 0.45 0.07 ‐3.62 ‐1.46 0.53 0.06 ‐4.53 ‐1.01 0.44 0.15 ‐3.66 ‐0.98 0.43 0.28 ‐3.94

60 ‐0.90 0.38 0.14 ‐3.10 ‐1.08 0.40 0.10 ‐3.43 ‐0.80 0.36 0.10 ‐3.04 ‐0.76 0.32 0.02 ‐3.27

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.60 0.24 0.10 ‐1.96 ‐0.64 0.26 0.19 ‐2.50 ‐0.44 0.23 0.20 ‐1.91 ‐0.45 0.18 0.07 ‐2.09

63 ‐0.39 0.17 0.23 ‐1.52 ‐0.44 0.19 0.34 ‐1.80 ‐0.26 0.19 0.55 ‐1.42 ‐0.25 0.15 0.49 ‐1.34

64 ‐0.27 0.10 0.11 ‐0.94 ‐0.38 0.12 0.08 ‐1.15 ‐0.21 0.11 0.22 ‐0.91 ‐0.25 0.10 0.14 ‐0.84

Table B25‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 240o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.07 0.52 0.17 ‐5.55 ‐1.13 0.56 0.57 ‐8.53 ‐0.90 0.49 0.66 ‐4.86 ‐0.56 0.37 0.75 ‐4.66

2 ‐1.94 0.79 0.19 ‐6.27 ‐1.57 0.59 1.03 ‐5.57 ‐1.69 0.80 0.80 ‐6.32 ‐0.85 0.42 1.62 ‐3.49

3 ‐1.85 0.80 0.28 ‐6.41 ‐1.82 0.79 0.83 ‐5.98 ‐1.64 0.81 0.78 ‐6.01 ‐0.95 0.55 2.10 ‐3.93

4 ‐1.54 0.70 0.36 ‐5.40 ‐1.83 0.73 0.95 ‐5.56 ‐1.44 0.67 0.99 ‐4.83 ‐0.92 0.53 1.69 ‐3.79

5 ‐1.21 0.73 1.10 ‐4.94 ‐1.56 0.67 0.68 ‐4.93 ‐1.33 0.64 0.92 ‐4.45 ‐0.88 0.51 2.07 ‐3.47

6 ‐0.79 0.79 2.40 ‐4.39 ‐1.44 0.63 0.76 ‐4.75 ‐1.30 0.62 0.88 ‐5.14 ‐0.87 0.47 1.49 ‐3.40

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.49 0.52 1.99 ‐2.14 ‐0.53 0.28 0.21 ‐2.73 ‐0.58 0.33 0.28 ‐2.75 ‐0.34 0.19 0.40 ‐1.53

9 ‐1.87 1.09 0.45 ‐7.69 ‐2.01 1.16 0.78 ‐7.77 ‐1.44 1.03 1.50 ‐6.96 ‐0.90 0.76 1.43 ‐5.40

10 ‐0.73 0.42 0.67 ‐3.33 ‐0.79 0.43 1.05 ‐4.45 ‐0.48 0.36 0.78 ‐2.84 ‐0.28 0.31 1.24 ‐2.12

11 ‐0.69 0.35 0.53 ‐2.61 ‐1.06 0.40 0.19 ‐3.19 ‐0.51 0.34 0.69 ‐2.39 ‐0.40 0.24 0.47 ‐1.59

12 ‐0.66 0.31 0.35 ‐2.49 ‐0.90 0.31 0.12 ‐2.86 ‐0.58 0.30 0.40 ‐2.40 ‐0.50 0.23 0.35 ‐2.15

13 ‐0.58 0.31 0.44 ‐2.37 ‐0.77 0.30 0.21 ‐2.79 ‐0.54 0.29 0.46 ‐2.35 ‐0.47 0.22 0.41 ‐1.99

14 ‐0.46 0.33 0.59 ‐2.21 ‐0.67 0.29 0.24 ‐2.42 ‐0.46 0.29 0.48 ‐2.29 ‐0.39 0.22 0.47 ‐1.70

15 ‐0.16 0.36 1.16 ‐1.84 ‐0.26 0.26 0.94 ‐1.54 ‐0.20 0.28 1.03 ‐1.71 ‐0.14 0.25 1.10 ‐1.40

16 ‐0.16 0.27 1.09 ‐1.27 ‐0.36 0.17 0.33 ‐2.01 ‐0.19 0.17 0.52 ‐1.67 ‐0.23 0.15 0.38 ‐1.14

17 ‐1.43 0.71 0.45 ‐5.31 ‐1.79 0.81 0.25 ‐6.06 ‐1.27 0.73 1.01 ‐5.59 ‐0.93 0.61 1.02 ‐5.76

18 ‐0.79 0.43 0.22 ‐4.50 0.00 0.00 0.00 0.00 ‐0.71 0.37 0.28 ‐3.70 0.00 0.00 0.00 0.00

19 ‐0.68 0.27 0.33 ‐2.19 ‐0.95 0.28 ‐0.03 ‐2.84 ‐0.54 0.25 0.38 ‐2.07 ‐0.62 0.24 0.16 ‐1.92

20 ‐0.60 0.24 0.41 ‐1.74 ‐0.85 0.26 0.03 ‐2.25 ‐0.47 0.24 0.28 ‐1.85 ‐0.56 0.22 0.12 ‐2.11

21 ‐0.47 0.23 0.37 ‐1.60 ‐0.72 0.23 0.05 ‐2.15 ‐0.38 0.22 0.45 ‐1.59 ‐0.45 0.19 0.20 ‐1.75

22 ‐0.50 0.22 0.28 ‐1.52 ‐0.75 0.22 0.01 ‐2.08 ‐0.43 0.21 0.29 ‐1.69 ‐0.48 0.19 0.12 ‐1.82

23 ‐0.39 0.23 0.50 ‐1.38 ‐0.64 0.21 ‐0.01 ‐1.94 ‐0.42 0.19 0.23 ‐1.58 ‐0.44 0.17 0.13 ‐1.47

24 ‐0.12 0.17 0.61 ‐0.91 ‐0.30 0.13 0.15 ‐1.45 ‐0.12 0.12 0.45 ‐1.20 ‐0.19 0.10 0.15 ‐1.24

25 ‐1.32 0.59 0.21 ‐4.92 ‐1.79 0.70 0.22 ‐5.82 ‐1.14 0.58 0.58 ‐5.02 ‐1.14 0.65 0.73 ‐5.59

26 ‐0.95 0.59 0.62 ‐4.33 ‐1.00 0.62 0.64 ‐4.69 ‐0.66 0.54 0.71 ‐3.86 ‐0.48 0.37 0.66 ‐3.20

27 ‐0.72 0.33 0.32 ‐3.17 ‐0.74 0.31 0.19 ‐3.15 ‐0.46 0.29 0.57 ‐2.43 ‐0.46 0.23 0.22 ‐2.18

28 ‐0.57 0.25 0.21 ‐1.79 ‐0.68 0.24 0.13 ‐2.18 ‐0.41 0.23 0.38 ‐1.67 ‐0.44 0.20 0.14 ‐1.61

29 ‐0.49 0.22 0.27 ‐1.57 ‐0.57 0.21 0.14 ‐1.75 ‐0.34 0.20 0.39 ‐1.36 ‐0.39 0.18 0.16 ‐1.54

30 ‐0.44 0.20 0.27 ‐1.36 ‐0.43 0.21 0.34 ‐1.61 ‐0.26 0.19 0.39 ‐1.26 ‐0.27 0.17 0.32 ‐1.49

31 ‐0.29 0.24 0.77 ‐1.31 ‐0.23 0.23 0.83 ‐1.32 ‐0.09 0.22 0.85 ‐1.29 ‐0.13 0.19 0.97 ‐1.13

32 ‐0.24 0.14 0.51 ‐0.85 ‐0.33 0.15 0.35 ‐1.58 ‐0.14 0.14 0.52 ‐1.03 ‐0.23 0.12 0.24 ‐1.20

33 ‐1.22 0.56 0.27 ‐4.75 ‐1.44 0.56 0.33 ‐5.02 ‐1.04 0.54 0.68 ‐4.46 ‐0.90 0.53 0.82 ‐4.47

34 ‐1.13 0.55 0.41 ‐4.20 ‐1.27 0.61 0.04 ‐4.58 ‐0.95 0.51 0.21 ‐4.07 ‐0.78 0.43 0.23 ‐3.97

35 ‐0.87 0.35 0.36 ‐3.24 ‐0.69 0.31 0.13 ‐2.93 ‐0.61 0.29 0.15 ‐2.57 ‐0.45 0.22 0.21 ‐2.04

36 ‐0.71 0.26 0.39 ‐2.42 ‐0.79 0.25 ‐0.02 ‐2.41 ‐0.47 0.22 0.21 ‐1.79 ‐0.55 0.23 0.07 ‐2.04

37 ‐0.66 0.21 0.05 ‐1.84 ‐0.57 0.20 0.15 ‐1.67 ‐0.44 0.20 0.20 ‐1.45 ‐0.36 0.16 0.20 ‐1.30

38 ‐0.59 0.18 0.02 ‐1.53 ‐0.54 0.18 0.10 ‐1.52 ‐0.39 0.18 0.25 ‐1.31 ‐0.32 0.16 0.21 ‐1.27

39 ‐0.51 0.17 0.09 ‐1.35 ‐0.51 0.15 0.04 ‐1.51 ‐0.42 0.17 0.28 ‐1.25 ‐0.32 0.14 0.16 ‐1.39

40 ‐0.32 0.11 0.11 ‐0.87 ‐0.26 0.10 0.17 ‐1.27 ‐0.21 0.11 0.14 ‐0.91 ‐0.13 0.09 0.25 ‐0.81

41 ‐1.12 0.51 0.23 ‐4.98 ‐1.47 0.54 0.13 ‐4.83 ‐0.97 0.51 0.53 ‐4.41 ‐0.83 0.47 0.82 ‐4.19

42 ‐1.08 0.50 0.24 ‐3.98 ‐1.38 0.57 0.17 ‐4.46 ‐0.78 0.49 0.66 ‐3.56 ‐0.65 0.39 0.35 ‐3.16

43 ‐0.99 0.43 0.21 ‐3.47 ‐0.93 0.39 0.02 ‐3.53 ‐0.64 0.35 0.23 ‐3.02 ‐0.53 0.26 0.17 ‐2.44

44 ‐0.64 0.29 0.17 ‐2.64 ‐0.80 0.24 ‐0.05 ‐2.57 ‐0.53 0.23 0.15 ‐2.07 ‐0.48 0.19 0.06 ‐1.88

45 ‐0.68 0.23 0.01 ‐2.53 ‐0.69 0.20 0.01 ‐1.97 ‐0.56 0.21 0.09 ‐1.81 ‐0.43 0.16 0.13 ‐1.41

46 ‐0.53 0.18 0.04 ‐1.60 0.00 0.00 0.00 0.00 ‐0.40 0.18 0.13 ‐1.37 0.00 0.00 0.00 0.00

47 ‐0.33 0.17 0.62 ‐1.03 ‐0.28 0.18 0.77 ‐1.07 ‐0.12 0.20 0.92 ‐0.98 ‐0.12 0.17 0.94 ‐0.89

48 ‐0.30 0.11 0.25 ‐0.90 ‐0.32 0.13 0.29 ‐1.13 ‐0.19 0.12 0.30 ‐0.89 ‐0.18 0.11 0.26 ‐0.90

49 ‐0.97 0.47 0.34 ‐4.01 ‐1.30 0.51 0.18 ‐5.26 ‐0.95 0.49 0.53 ‐4.44 ‐0.92 0.50 0.49 ‐4.15

50 ‐1.04 0.48 0.25 ‐3.90 ‐1.27 0.54 0.15 ‐4.60 ‐0.95 0.47 0.24 ‐3.98 ‐0.87 0.41 0.07 ‐3.54

51 ‐0.79 0.38 0.59 ‐3.08 ‐0.91 0.41 0.51 ‐3.53 ‐0.61 0.32 0.20 ‐3.03 ‐0.66 0.26 ‐0.05 ‐2.46

52 ‐0.67 0.27 0.17 ‐2.41 ‐0.73 0.29 0.44 ‐2.74 ‐0.55 0.23 0.13 ‐2.20 ‐0.57 0.20 ‐0.03 ‐2.05

53 ‐0.49 0.22 0.21 ‐2.02 ‐0.54 0.21 0.13 ‐1.87 ‐0.39 0.20 0.26 ‐1.72 ‐0.41 0.15 0.08 ‐1.50

54 ‐0.45 0.18 0.22 ‐1.85 ‐0.49 0.17 0.12 ‐1.56 ‐0.38 0.17 0.30 ‐1.40 ‐0.40 0.14 0.14 ‐1.31

55 ‐0.35 0.14 0.20 ‐1.02 ‐0.47 0.14 0.01 ‐1.30 ‐0.35 0.14 0.22 ‐1.08 ‐0.39 0.13 0.08 ‐1.09

56 ‐0.18 0.08 0.13 ‐0.89 ‐0.26 0.09 0.08 ‐1.07 ‐0.13 0.09 0.23 ‐0.78 ‐0.19 0.08 0.27 ‐0.71

57 ‐0.95 0.44 0.31 ‐3.53 ‐1.20 0.46 0.18 ‐4.21 ‐0.89 0.43 0.35 ‐3.59 ‐0.83 0.43 0.40 ‐3.41

58 ‐0.94 0.44 0.24 ‐3.65 ‐1.13 0.49 0.19 ‐4.14 ‐0.81 0.44 0.40 ‐3.46 ‐0.65 0.37 0.37 ‐3.13

59 ‐0.90 0.40 0.22 ‐3.09 ‐1.21 0.47 0.11 ‐3.87 ‐0.63 0.35 0.29 ‐2.85 ‐0.56 0.27 0.19 ‐2.31

60 ‐0.59 0.32 0.25 ‐2.59 ‐0.78 0.31 0.13 ‐2.82 ‐0.49 0.26 0.22 ‐2.47 ‐0.47 0.19 0.04 ‐1.92

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.44 0.18 0.16 ‐1.75 ‐0.46 0.17 0.17 ‐1.51 ‐0.24 0.17 0.38 ‐1.23 ‐0.32 0.13 0.10 ‐1.17

63 ‐0.28 0.13 0.43 ‐1.14 ‐0.30 0.15 0.75 ‐1.07 ‐0.10 0.17 0.91 ‐0.92 ‐0.15 0.14 0.66 ‐0.81

64 ‐0.24 0.09 0.14 ‐0.82 ‐0.34 0.12 0.20 ‐1.28 ‐0.15 0.11 0.23 ‐0.86 ‐0.23 0.10 0.16 ‐0.86

Table B26 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 250o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.67 0.46 0.70 ‐4.90 ‐0.72 0.46 1.45 ‐4.81 ‐0.55 0.43 1.37 ‐4.93 ‐0.34 0.32 1.88 ‐3.64

2 ‐1.44 0.79 1.47 ‐5.76 ‐1.24 0.63 2.02 ‐4.99 ‐1.31 0.80 2.02 ‐6.00 ‐0.63 0.50 2.40 ‐3.22

3 ‐1.30 0.70 1.10 ‐5.16 ‐1.27 0.75 2.16 ‐5.35 ‐1.16 0.72 1.51 ‐5.25 ‐0.60 0.54 2.80 ‐3.92

4 ‐1.12 0.64 0.90 ‐4.57 ‐1.33 0.71 2.27 ‐5.18 ‐1.03 0.65 1.52 ‐4.23 ‐0.57 0.52 2.68 ‐3.29

5 ‐0.87 0.67 1.43 ‐4.48 ‐1.11 0.66 2.57 ‐4.81 ‐0.95 0.66 2.18 ‐4.17 ‐0.55 0.50 2.51 ‐3.21

6 ‐0.50 0.70 2.22 ‐4.15 ‐1.04 0.61 2.28 ‐4.51 ‐0.93 0.65 2.04 ‐4.34 ‐0.57 0.45 2.43 ‐3.53

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.05 0.66 2.27 ‐2.02 ‐0.38 0.20 0.37 ‐1.86 ‐0.39 0.28 0.50 ‐2.63 ‐0.26 0.15 0.79 ‐1.42

9 ‐0.92 0.87 0.82 ‐6.72 ‐1.02 0.89 0.86 ‐7.28 ‐0.63 0.72 1.22 ‐5.71 ‐0.35 0.50 1.27 ‐4.77

10 ‐0.36 0.37 1.07 ‐3.12 ‐0.42 0.40 1.43 ‐2.56 ‐0.20 0.31 1.21 ‐2.39 0.02 0.31 1.72 ‐1.34

11 ‐0.40 0.31 0.73 ‐2.19 ‐0.82 0.39 0.44 ‐3.27 ‐0.26 0.29 0.82 ‐1.97 ‐0.20 0.22 0.86 ‐1.27

12 ‐0.39 0.27 0.54 ‐1.94 ‐0.69 0.28 0.30 ‐2.33 ‐0.36 0.25 0.49 ‐2.19 ‐0.34 0.21 0.58 ‐1.48

13 ‐0.32 0.27 0.56 ‐1.93 ‐0.56 0.26 0.41 ‐2.32 ‐0.32 0.25 0.56 ‐1.86 ‐0.33 0.20 0.57 ‐1.49

14 ‐0.18 0.26 0.65 ‐1.57 ‐0.45 0.25 0.46 ‐2.18 ‐0.23 0.25 0.79 ‐1.70 ‐0.26 0.19 0.63 ‐1.27

15 0.09 0.31 1.34 ‐1.45 ‐0.13 0.25 1.38 ‐1.40 ‐0.02 0.27 1.37 ‐1.82 ‐0.06 0.22 1.24 ‐1.09

16 ‐0.01 0.28 1.17 ‐1.11 ‐0.28 0.16 0.38 ‐1.49 ‐0.12 0.16 0.63 ‐1.17 ‐0.18 0.14 0.45 ‐1.10

17 ‐0.77 0.63 0.76 ‐4.32 ‐1.04 0.72 0.43 ‐5.52 ‐0.63 0.56 0.84 ‐4.36 ‐0.46 0.42 0.93 ‐3.95

18 ‐0.47 0.31 0.43 ‐3.32 0.00 0.00 0.00 0.00 ‐0.43 0.28 0.58 ‐3.37 0.00 0.00 0.00 0.00

19 ‐0.43 0.23 0.51 ‐2.09 ‐0.72 0.25 0.08 ‐2.14 ‐0.34 0.21 0.40 ‐1.73 ‐0.47 0.19 0.21 ‐1.62

20 ‐0.36 0.22 0.47 ‐1.58 ‐0.63 0.24 0.15 ‐1.98 ‐0.27 0.20 0.39 ‐1.69 ‐0.44 0.18 0.24 ‐1.53

21 ‐0.26 0.21 0.57 ‐1.38 ‐0.54 0.22 0.24 ‐1.73 ‐0.20 0.20 0.54 ‐1.49 ‐0.35 0.17 0.34 ‐1.25

22 ‐0.32 0.20 0.44 ‐1.39 ‐0.60 0.21 0.13 ‐1.94 ‐0.26 0.20 0.50 ‐1.46 ‐0.41 0.18 0.27 ‐1.40

23 ‐0.31 0.20 0.56 ‐1.19 ‐0.54 0.19 0.10 ‐1.85 ‐0.32 0.17 0.32 ‐1.31 ‐0.40 0.17 0.32 ‐1.34

24 ‐0.01 0.17 0.82 ‐0.79 ‐0.25 0.12 0.13 ‐1.42 ‐0.09 0.11 0.31 ‐1.03 ‐0.16 0.10 0.33 ‐1.07

25 ‐0.77 0.50 0.43 ‐4.69 ‐1.15 0.64 0.29 ‐5.11 ‐0.60 0.45 0.55 ‐3.50 ‐0.56 0.44 0.48 ‐3.90

26 ‐0.46 0.41 0.90 ‐3.38 ‐0.56 0.40 0.57 ‐3.82 ‐0.26 0.34 0.91 ‐2.83 ‐0.24 0.25 0.78 ‐2.32

27 ‐0.46 0.27 0.42 ‐2.22 ‐0.50 0.24 0.30 ‐2.25 ‐0.23 0.22 0.61 ‐2.09 ‐0.30 0.17 0.34 ‐1.34

28 ‐0.33 0.23 0.42 ‐1.71 ‐0.48 0.22 0.28 ‐1.64 ‐0.22 0.19 0.40 ‐1.42 ‐0.29 0.17 0.30 ‐1.21

29 ‐0.29 0.19 0.39 ‐1.41 ‐0.39 0.20 0.27 ‐1.56 ‐0.17 0.17 0.42 ‐1.18 ‐0.26 0.15 0.29 ‐1.11

30 ‐0.26 0.18 0.45 ‐1.23 ‐0.26 0.19 0.45 ‐1.52 ‐0.12 0.16 0.47 ‐1.15 ‐0.15 0.14 0.37 ‐0.94

31 ‐0.11 0.22 0.96 ‐0.99 ‐0.10 0.21 0.87 ‐1.33 0.01 0.19 1.06 ‐0.92 ‐0.02 0.18 0.95 ‐0.83

32 ‐0.16 0.15 0.56 ‐0.77 ‐0.28 0.14 0.25 ‐1.28 ‐0.10 0.13 0.43 ‐0.97 ‐0.20 0.12 0.33 ‐0.91

33 ‐0.75 0.49 0.47 ‐4.60 ‐0.93 0.52 0.42 ‐4.67 ‐0.55 0.43 0.77 ‐3.46 ‐0.42 0.37 0.67 ‐3.21

34 ‐0.70 0.44 0.54 ‐3.54 ‐0.79 0.45 0.23 ‐4.30 ‐0.55 0.35 0.39 ‐3.00 ‐0.45 0.27 0.38 ‐3.14

35 ‐0.59 0.28 0.50 ‐2.36 ‐0.45 0.22 0.21 ‐2.24 ‐0.38 0.21 0.25 ‐2.13 ‐0.28 0.16 0.37 ‐1.38

36 ‐0.48 0.23 0.43 ‐1.76 ‐0.58 0.23 0.06 ‐1.94 ‐0.28 0.18 0.25 ‐1.65 ‐0.39 0.19 0.21 ‐1.51

37 ‐0.48 0.19 0.13 ‐1.61 ‐0.42 0.18 0.22 ‐1.42 ‐0.29 0.17 0.25 ‐1.31 ‐0.24 0.14 0.29 ‐0.96

38 ‐0.46 0.17 0.21 ‐1.37 ‐0.42 0.17 0.30 ‐1.52 ‐0.25 0.16 0.42 ‐1.11 ‐0.23 0.14 0.34 ‐0.96

39 ‐0.44 0.17 0.33 ‐1.22 ‐0.44 0.15 0.13 ‐1.42 ‐0.32 0.17 0.38 ‐1.20 ‐0.29 0.14 0.36 ‐0.98

40 ‐0.25 0.10 0.18 ‐0.88 ‐0.22 0.10 0.20 ‐1.16 ‐0.16 0.10 0.19 ‐0.91 ‐0.10 0.09 0.32 ‐0.77

41 ‐0.71 0.43 0.43 ‐3.70 ‐1.01 0.48 0.15 ‐4.86 ‐0.51 0.40 0.58 ‐3.50 ‐0.40 0.32 0.46 ‐2.85

42 ‐0.64 0.41 0.45 ‐3.28 ‐0.87 0.46 0.34 ‐4.01 ‐0.37 0.36 0.88 ‐2.82 ‐0.34 0.26 0.59 ‐2.82

43 ‐0.73 0.35 0.28 ‐2.66 ‐0.65 0.26 0.04 ‐2.90 ‐0.37 0.23 0.34 ‐2.19 ‐0.34 0.17 0.23 ‐2.16

44 ‐0.41 0.25 0.33 ‐1.88 ‐0.61 0.19 ‐0.02 ‐1.93 ‐0.34 0.18 0.17 ‐1.71 ‐0.34 0.15 0.19 ‐1.31

45 ‐0.48 0.21 0.13 ‐1.69 ‐0.54 0.17 0.00 ‐1.48 ‐0.42 0.17 0.12 ‐1.64 ‐0.32 0.14 0.18 ‐1.08

46 ‐0.37 0.17 0.19 ‐1.31 0.00 0.00 0.00 0.00 ‐0.27 0.15 0.19 ‐1.14 0.00 0.00 0.00 0.00

47 ‐0.19 0.19 0.90 ‐0.92 ‐0.17 0.19 0.89 ‐1.20 ‐0.02 0.19 1.03 ‐0.98 ‐0.01 0.19 1.01 ‐0.72

48 ‐0.25 0.12 0.30 ‐0.92 ‐0.27 0.13 0.26 ‐1.28 ‐0.15 0.12 0.36 ‐1.01 ‐0.16 0.12 0.35 ‐0.82

49 ‐0.60 0.40 0.57 ‐3.05 ‐0.90 0.46 0.31 ‐4.16 ‐0.52 0.39 0.72 ‐3.42 ‐0.47 0.35 0.39 ‐3.70

50 ‐0.63 0.41 0.51 ‐2.93 ‐0.84 0.44 0.33 ‐3.86 ‐0.56 0.35 0.45 ‐2.99 ‐0.52 0.27 0.18 ‐2.90

51 ‐0.48 0.30 0.70 ‐2.16 ‐0.65 0.29 0.50 ‐2.97 ‐0.35 0.22 0.32 ‐2.26 ‐0.47 0.18 0.11 ‐2.23

52 ‐0.44 0.22 0.30 ‐1.89 ‐0.56 0.21 0.45 ‐2.13 ‐0.36 0.18 0.15 ‐1.63 ‐0.44 0.15 0.14 ‐1.59

53 ‐0.31 0.19 0.43 ‐1.48 ‐0.41 0.17 0.22 ‐1.35 ‐0.24 0.16 0.27 ‐1.28 ‐0.31 0.12 0.15 ‐1.03

54 ‐0.34 0.17 0.34 ‐1.36 ‐0.41 0.15 0.18 ‐1.23 ‐0.27 0.15 0.36 ‐1.13 ‐0.33 0.12 0.15 ‐1.00

55 ‐0.28 0.14 0.26 ‐0.97 ‐0.41 0.14 0.15 ‐1.32 ‐0.28 0.14 0.27 ‐1.00 ‐0.37 0.13 0.12 ‐1.04

56 ‐0.12 0.08 0.25 ‐0.95 ‐0.23 0.09 0.16 ‐1.04 ‐0.10 0.09 0.28 ‐0.82 ‐0.18 0.09 0.15 ‐0.88

57 ‐0.61 0.38 0.48 ‐3.24 ‐0.85 0.40 0.17 ‐3.33 ‐0.50 0.35 0.34 ‐3.12 ‐0.45 0.33 0.56 ‐3.15

58 ‐0.57 0.38 0.67 ‐2.75 ‐0.70 0.43 0.37 ‐3.71 ‐0.42 0.33 0.59 ‐3.03 ‐0.33 0.24 0.45 ‐2.34

59 ‐0.59 0.33 0.33 ‐2.51 ‐0.98 0.41 0.11 ‐3.31 ‐0.33 0.24 0.31 ‐2.26 ‐0.35 0.17 0.21 ‐1.94

60 ‐0.34 0.25 0.39 ‐1.82 ‐0.58 0.25 0.17 ‐2.19 ‐0.27 0.18 0.30 ‐1.71 ‐0.33 0.14 0.19 ‐1.62

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.30 0.16 0.49 ‐1.21 ‐0.35 0.14 0.22 ‐1.11 ‐0.11 0.14 0.46 ‐0.95 ‐0.24 0.11 0.20 ‐0.82

63 ‐0.19 0.15 0.88 ‐0.85 ‐0.22 0.15 0.79 ‐0.87 ‐0.01 0.17 1.04 ‐0.92 ‐0.08 0.16 0.83 ‐0.83

64 ‐0.21 0.10 0.28 ‐1.05 ‐0.32 0.12 0.11 ‐1.29 ‐0.12 0.11 0.37 ‐0.95 ‐0.21 0.11 0.18 ‐1.00

Table B27 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 260o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.38 0.35 2.43 ‐3.17 ‐0.32 0.39 2.21 ‐3.12 ‐0.23 0.36 1.71 ‐3.19 ‐0.12 0.32 1.88 ‐2.41

2 ‐0.93 0.74 3.37 ‐6.02 ‐0.72 0.67 3.11 ‐4.16 ‐0.76 0.77 2.93 ‐6.07 ‐0.27 0.57 3.55 ‐3.80

3 ‐0.80 0.63 2.86 ‐4.48 ‐0.63 0.70 3.52 ‐4.96 ‐0.63 0.68 3.20 ‐4.85 ‐0.14 0.58 3.70 ‐3.06

4 ‐0.65 0.56 2.51 ‐3.73 ‐0.73 0.68 3.86 ‐4.51 ‐0.54 0.65 2.67 ‐4.32 ‐0.11 0.53 3.44 ‐2.54

5 ‐0.47 0.53 2.51 ‐3.81 ‐0.54 0.66 3.81 ‐4.76 ‐0.43 0.67 2.92 ‐4.13 ‐0.12 0.49 3.78 ‐2.28

6 ‐0.30 0.46 2.82 ‐3.43 ‐0.51 0.59 4.21 ‐3.82 ‐0.39 0.65 2.93 ‐4.08 ‐0.17 0.43 3.16 ‐2.37

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.05 0.27 1.29 ‐1.68 ‐0.28 0.16 0.97 ‐1.65 ‐0.21 0.21 1.00 ‐2.12 ‐0.19 0.15 1.01 ‐1.26

9 ‐0.29 0.45 0.65 ‐4.60 ‐0.31 0.43 0.91 ‐3.98 ‐0.12 0.36 1.18 ‐3.70 ‐0.03 0.26 1.13 ‐3.12

10 ‐0.08 0.27 1.20 ‐1.82 ‐0.06 0.35 1.74 ‐1.70 0.03 0.27 1.53 ‐1.39 0.16 0.29 1.68 ‐0.93

11 ‐0.18 0.23 0.82 ‐1.84 ‐0.58 0.45 0.82 ‐3.12 ‐0.05 0.23 0.93 ‐1.43 ‐0.05 0.19 0.91 ‐0.97

12 ‐0.21 0.20 0.62 ‐1.85 ‐0.43 0.25 0.80 ‐1.90 ‐0.15 0.21 0.75 ‐1.47 ‐0.18 0.18 0.71 ‐1.16

13 ‐0.16 0.19 0.74 ‐1.72 ‐0.33 0.22 0.77 ‐1.85 ‐0.12 0.22 0.84 ‐1.49 ‐0.17 0.18 0.71 ‐1.13

14 ‐0.08 0.18 0.80 ‐1.21 ‐0.20 0.23 1.15 ‐1.65 ‐0.03 0.22 1.19 ‐1.23 ‐0.08 0.19 0.84 ‐0.91

15 ‐0.02 0.24 1.27 ‐1.07 0.05 0.29 1.77 ‐1.54 0.12 0.27 1.66 ‐1.21 0.09 0.26 1.50 ‐0.99

16 ‐0.12 0.19 0.90 ‐0.97 ‐0.15 0.17 1.92 ‐1.62 ‐0.03 0.18 1.42 ‐1.27 ‐0.08 0.16 1.62 ‐1.04

17 ‐0.23 0.38 0.71 ‐3.18 ‐0.37 0.40 0.51 ‐3.80 ‐0.17 0.32 0.88 ‐3.05 ‐0.14 0.24 0.80 ‐2.45

18 ‐0.22 0.22 0.87 ‐1.92 0.00 0.00 0.00 0.00 ‐0.20 0.21 0.75 ‐1.62 0.00 0.00 0.00 0.00

19 ‐0.23 0.17 0.59 ‐1.36 ‐0.47 0.20 0.28 ‐1.86 ‐0.17 0.17 0.62 ‐1.13 ‐0.31 0.15 0.41 ‐1.37

20 ‐0.16 0.17 0.54 ‐1.34 ‐0.37 0.20 0.38 ‐1.63 ‐0.09 0.17 0.56 ‐1.08 ‐0.28 0.15 0.41 ‐1.20

21 ‐0.09 0.18 0.71 ‐1.12 ‐0.33 0.18 0.50 ‐1.65 ‐0.02 0.18 0.77 ‐1.04 ‐0.20 0.15 0.46 ‐1.07

22 ‐0.13 0.18 0.76 ‐1.27 ‐0.39 0.19 0.63 ‐1.93 ‐0.07 0.19 0.88 ‐1.21 ‐0.24 0.15 0.49 ‐1.07

23 ‐0.20 0.16 0.62 ‐0.98 ‐0.40 0.17 0.33 ‐2.10 ‐0.19 0.17 0.50 ‐1.23 ‐0.28 0.14 0.58 ‐1.09

24 0.00 0.14 0.96 ‐0.60 ‐0.20 0.12 1.05 ‐1.49 ‐0.06 0.13 0.89 ‐1.25 ‐0.14 0.12 0.95 ‐1.11

25 ‐0.30 0.29 0.42 ‐2.88 ‐0.48 0.37 0.34 ‐3.13 ‐0.19 0.25 0.54 ‐2.64 ‐0.22 0.22 0.45 ‐3.03

26 ‐0.13 0.23 0.96 ‐2.07 ‐0.24 0.22 0.79 ‐1.83 ‐0.02 0.20 1.02 ‐1.30 ‐0.08 0.18 0.86 ‐1.20

27 ‐0.29 0.23 0.57 ‐1.64 ‐0.27 0.18 0.38 ‐1.47 ‐0.03 0.17 0.66 ‐0.95 ‐0.14 0.14 0.49 ‐1.01

28 ‐0.11 0.18 0.63 ‐1.24 ‐0.23 0.18 0.43 ‐1.16 ‐0.04 0.14 0.56 ‐0.85 ‐0.14 0.13 0.42 ‐1.09

29 ‐0.12 0.15 0.50 ‐1.04 ‐0.19 0.15 0.53 ‐1.12 ‐0.02 0.14 0.66 ‐0.73 ‐0.14 0.12 0.44 ‐0.95

30 ‐0.10 0.14 0.52 ‐0.94 ‐0.08 0.14 0.76 ‐1.30 0.00 0.14 1.00 ‐0.67 ‐0.06 0.12 0.89 ‐0.69

31 ‐0.04 0.18 1.03 ‐0.79 ‐0.02 0.18 1.07 ‐0.96 0.07 0.20 1.54 ‐0.68 ‐0.01 0.16 1.04 ‐0.70

32 ‐0.10 0.13 0.93 ‐0.78 ‐0.23 0.13 0.81 ‐1.56 ‐0.04 0.15 1.27 ‐0.97 ‐0.17 0.12 0.81 ‐0.94

33 ‐0.27 0.31 0.65 ‐2.94 ‐0.36 0.32 0.45 ‐2.59 ‐0.16 0.24 0.52 ‐2.30 ‐0.11 0.21 0.62 ‐2.19

34 ‐0.34 0.25 0.54 ‐2.32 ‐0.40 0.23 0.34 ‐2.39 ‐0.26 0.20 0.42 ‐2.09 ‐0.21 0.17 0.48 ‐1.74

35 ‐0.35 0.20 0.64 ‐1.87 ‐0.22 0.16 0.44 ‐1.25 ‐0.19 0.14 0.39 ‐1.10 ‐0.13 0.13 0.47 ‐0.96

36 ‐0.25 0.17 0.51 ‐1.40 ‐0.33 0.18 0.30 ‐1.52 ‐0.12 0.13 0.38 ‐0.92 ‐0.22 0.14 0.35 ‐1.27

37 ‐0.28 0.14 0.23 ‐1.34 ‐0.23 0.15 0.44 ‐1.03 ‐0.13 0.13 0.44 ‐0.91 ‐0.12 0.12 0.41 ‐0.93

38 ‐0.27 0.14 0.32 ‐1.27 ‐0.24 0.16 0.54 ‐1.19 ‐0.09 0.15 0.67 ‐0.82 ‐0.09 0.14 0.57 ‐0.78

39 ‐0.29 0.16 0.43 ‐1.19 ‐0.31 0.15 0.54 ‐1.30 ‐0.18 0.17 0.49 ‐1.14 ‐0.16 0.13 0.66 ‐0.84

40 ‐0.17 0.11 0.56 ‐0.89 ‐0.17 0.11 0.93 ‐1.12 ‐0.11 0.12 1.01 ‐0.99 ‐0.07 0.11 0.99 ‐0.73

41 ‐0.25 0.29 0.44 ‐2.38 ‐0.48 0.28 0.23 ‐2.46 ‐0.14 0.21 0.45 ‐1.88 ‐0.16 0.18 0.44 ‐1.88

42 ‐0.26 0.26 0.55 ‐2.17 ‐0.41 0.24 0.61 ‐2.47 ‐0.08 0.21 0.93 ‐1.66 ‐0.16 0.18 0.92 ‐1.45

43 ‐0.54 0.32 0.42 ‐2.14 ‐0.39 0.16 0.17 ‐1.64 ‐0.17 0.14 0.40 ‐1.04 ‐0.20 0.12 0.27 ‐1.02

44 ‐0.16 0.19 0.47 ‐1.45 ‐0.40 0.14 0.17 ‐1.25 ‐0.17 0.12 0.30 ‐0.92 ‐0.23 0.11 0.22 ‐1.01

45 ‐0.26 0.16 0.28 ‐1.33 ‐0.36 0.14 0.09 ‐1.20 ‐0.28 0.13 0.20 ‐1.15 ‐0.22 0.11 0.19 ‐0.93

46 ‐0.19 0.13 0.29 ‐1.26 0.00 0.00 0.00 0.00 ‐0.15 0.12 0.58 ‐0.82 0.00 0.00 0.00 0.00

47 ‐0.09 0.16 0.86 ‐0.96 ‐0.07 0.19 1.04 ‐1.06 0.02 0.19 1.24 ‐0.78 ‐0.02 0.18 1.14 ‐0.72

48 ‐0.16 0.12 0.69 ‐0.95 ‐0.20 0.12 0.74 ‐1.09 ‐0.09 0.12 1.02 ‐0.86 ‐0.13 0.11 0.93 ‐0.94

49 ‐0.18 0.28 0.60 ‐2.01 ‐0.38 0.29 0.34 ‐2.50 ‐0.14 0.22 0.49 ‐1.79 ‐0.20 0.19 0.38 ‐2.12

50 ‐0.24 0.25 0.67 ‐2.00 ‐0.41 0.25 0.38 ‐2.37 ‐0.25 0.20 0.40 ‐1.94 ‐0.31 0.17 0.27 ‐1.72

51 ‐0.21 0.19 0.79 ‐1.56 ‐0.41 0.16 0.44 ‐1.61 ‐0.16 0.14 0.36 ‐1.05 ‐0.34 0.13 0.14 ‐1.22

52 ‐0.18 0.16 0.40 ‐1.22 ‐0.38 0.14 0.29 ‐1.24 ‐0.18 0.12 0.34 ‐0.99 ‐0.33 0.12 0.13 ‐1.11

53 ‐0.11 0.14 0.49 ‐1.14 ‐0.26 0.14 0.33 ‐1.01 ‐0.11 0.12 0.44 ‐0.84 ‐0.22 0.10 0.24 ‐0.88

54 ‐0.17 0.14 0.42 ‐1.05 ‐0.28 0.14 0.45 ‐1.09 ‐0.13 0.13 0.53 ‐0.76 ‐0.24 0.11 0.27 ‐0.93

55 ‐0.17 0.13 0.38 ‐1.16 ‐0.31 0.14 0.35 ‐1.18 ‐0.18 0.14 0.45 ‐0.93 ‐0.27 0.12 0.32 ‐1.01

56 ‐0.07 0.11 0.82 ‐0.86 ‐0.19 0.10 0.66 ‐1.08 ‐0.07 0.11 1.04 ‐0.98 ‐0.16 0.10 0.69 ‐0.88

57 ‐0.21 0.26 0.54 ‐1.84 ‐0.40 0.26 0.22 ‐2.20 ‐0.15 0.20 0.48 ‐1.76 ‐0.21 0.19 0.30 ‐1.86

58 ‐0.20 0.25 0.71 ‐2.08 ‐0.30 0.27 0.54 ‐2.04 ‐0.10 0.19 0.92 ‐1.58 ‐0.15 0.16 0.63 ‐1.42

59 ‐0.36 0.26 0.44 ‐1.85 ‐0.85 0.39 0.16 ‐2.34 ‐0.10 0.14 0.39 ‐1.00 ‐0.21 0.12 0.20 ‐1.02

60 ‐0.09 0.19 0.54 ‐1.37 ‐0.36 0.21 0.36 ‐1.52 ‐0.09 0.12 0.39 ‐0.78 ‐0.22 0.10 0.21 ‐0.89

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.14 0.12 0.44 ‐0.94 ‐0.24 0.12 0.46 ‐0.95 ‐0.01 0.11 0.79 ‐0.60 ‐0.18 0.09 0.29 ‐0.80

63 ‐0.08 0.15 0.99 ‐0.96 ‐0.13 0.16 0.90 ‐0.94 0.03 0.18 1.11 ‐0.82 ‐0.08 0.16 0.85 ‐0.69

64 ‐0.15 0.12 0.75 ‐0.95 ‐0.27 0.11 0.63 ‐1.09 ‐0.07 0.12 1.03 ‐0.90 ‐0.20 0.11 0.63 ‐1.04

Table B28 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 270o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.18 0.36 2.38 ‐2.61 ‐0.05 0.42 2.63 ‐3.10 ‐0.01 0.38 2.56 ‐2.12 0.12 0.36 2.46 ‐1.62

2 ‐0.50 0.69 3.61 ‐5.56 ‐0.28 0.73 3.89 ‐4.19 ‐0.32 0.74 3.85 ‐4.49 0.15 0.62 3.65 ‐3.10

3 ‐0.42 0.60 3.52 ‐4.16 ‐0.17 0.72 4.33 ‐4.04 ‐0.23 0.67 3.84 ‐4.05 0.24 0.62 4.19 ‐2.24

4 ‐0.27 0.52 3.48 ‐3.97 ‐0.28 0.74 4.56 ‐3.85 ‐0.14 0.64 3.45 ‐3.36 0.23 0.58 4.11 ‐1.90

5 ‐0.10 0.47 3.99 ‐3.56 ‐0.10 0.68 4.45 ‐3.51 ‐0.01 0.66 3.91 ‐3.38 0.21 0.57 3.99 ‐1.59

6 0.02 0.43 3.12 ‐3.18 ‐0.09 0.65 4.51 ‐3.23 0.03 0.65 4.23 ‐3.15 0.18 0.53 4.09 ‐1.90

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.04 0.22 1.34 ‐1.15 ‐0.19 0.20 1.22 ‐1.35 ‐0.09 0.21 1.38 ‐1.34 ‐0.10 0.18 1.24 ‐0.99

9 ‐0.06 0.23 0.67 ‐2.39 ‐0.08 0.23 0.89 ‐3.48 0.03 0.18 0.95 ‐2.26 0.08 0.14 0.87 ‐1.46

10 0.08 0.26 1.65 ‐1.19 0.13 0.37 2.09 ‐1.70 0.15 0.26 1.66 ‐0.95 0.25 0.28 1.82 ‐0.73

11 ‐0.04 0.22 0.92 ‐1.38 ‐0.52 0.55 0.83 ‐3.31 0.07 0.20 1.06 ‐1.08 0.07 0.18 1.08 ‐0.71

12 ‐0.10 0.19 0.87 ‐1.21 ‐0.26 0.24 0.94 ‐1.71 ‐0.02 0.19 1.02 ‐1.21 ‐0.05 0.18 1.01 ‐0.88

13 ‐0.05 0.20 1.17 ‐1.12 ‐0.18 0.22 1.05 ‐1.52 0.02 0.21 1.03 ‐1.07 ‐0.05 0.18 0.87 ‐0.98

14 ‐0.01 0.19 1.32 ‐1.04 ‐0.04 0.25 1.95 ‐1.15 0.10 0.24 1.62 ‐0.94 0.02 0.21 1.56 ‐0.94

15 ‐0.05 0.21 1.34 ‐1.18 0.19 0.33 2.16 ‐0.97 0.23 0.30 1.84 ‐0.96 0.15 0.30 1.95 ‐0.80

16 ‐0.05 0.21 2.25 ‐1.26 ‐0.02 0.27 2.53 ‐1.05 0.11 0.29 2.86 ‐1.22 0.03 0.24 2.11 ‐0.85

17 ‐0.01 0.21 0.74 ‐1.88 ‐0.13 0.22 0.58 ‐2.86 ‐0.01 0.16 0.74 ‐2.18 ‐0.03 0.12 0.56 ‐1.52

18 ‐0.09 0.19 0.89 ‐1.19 0.00 0.00 0.00 0.00 ‐0.09 0.17 0.74 ‐1.17 0.00 0.00 0.00 0.00

19 ‐0.13 0.17 0.93 ‐1.03 ‐0.34 0.19 0.43 ‐1.58 ‐0.08 0.15 0.75 ‐0.98 ‐0.20 0.14 0.66 ‐1.02

20 ‐0.05 0.18 0.95 ‐0.84 ‐0.24 0.18 0.45 ‐1.66 0.02 0.16 0.92 ‐0.89 ‐0.17 0.14 0.59 ‐0.99

21 0.02 0.19 1.07 ‐0.76 ‐0.20 0.17 0.58 ‐1.52 0.09 0.18 1.05 ‐0.85 ‐0.08 0.14 0.72 ‐0.81

22 0.00 0.21 1.15 ‐0.93 ‐0.25 0.19 0.72 ‐1.30 0.08 0.20 1.21 ‐0.99 ‐0.11 0.16 0.85 ‐0.94

23 ‐0.09 0.18 0.90 ‐1.03 ‐0.32 0.17 0.50 ‐1.35 ‐0.09 0.17 1.00 ‐1.09 ‐0.18 0.14 0.66 ‐1.05

24 0.03 0.18 1.51 ‐0.91 ‐0.15 0.19 1.44 ‐1.21 0.02 0.22 1.77 ‐1.09 ‐0.05 0.18 1.40 ‐1.05

25 ‐0.12 0.17 0.51 ‐1.49 ‐0.26 0.21 0.28 ‐2.74 ‐0.04 0.14 0.51 ‐1.64 ‐0.11 0.12 0.39 ‐1.45

26 0.00 0.20 1.30 ‐1.21 ‐0.14 0.20 0.95 ‐1.50 0.09 0.19 1.45 ‐0.70 0.03 0.17 1.03 ‐0.78

27 ‐0.25 0.26 0.86 ‐1.42 ‐0.16 0.17 0.52 ‐1.20 0.09 0.15 0.83 ‐0.77 ‐0.05 0.12 0.64 ‐0.77

28 ‐0.01 0.17 0.70 ‐0.82 ‐0.09 0.15 0.56 ‐1.06 0.05 0.13 0.72 ‐0.70 ‐0.04 0.12 0.56 ‐0.72

29 ‐0.04 0.15 0.82 ‐0.74 ‐0.09 0.14 0.58 ‐1.03 0.08 0.15 0.86 ‐0.69 ‐0.05 0.12 0.61 ‐0.73

30 ‐0.03 0.16 0.97 ‐0.77 0.00 0.16 1.30 ‐0.99 0.09 0.18 1.18 ‐0.74 0.01 0.15 1.01 ‐0.61

31 0.01 0.20 1.48 ‐0.77 0.02 0.22 1.40 ‐0.72 0.15 0.25 1.70 ‐0.70 0.04 0.20 1.25 ‐0.74

32 ‐0.02 0.19 1.92 ‐1.17 ‐0.16 0.18 1.36 ‐1.32 0.09 0.26 2.49 ‐0.79 ‐0.09 0.17 1.26 ‐1.12

33 ‐0.08 0.18 0.69 ‐1.66 ‐0.15 0.18 0.54 ‐2.29 ‐0.02 0.12 0.56 ‐1.60 ‐0.01 0.11 0.56 ‐1.15

34 ‐0.22 0.17 0.67 ‐1.31 ‐0.27 0.16 0.33 ‐2.09 ‐0.14 0.14 0.57 ‐1.19 ‐0.11 0.13 0.59 ‐0.91

35 ‐0.25 0.18 0.82 ‐1.09 ‐0.12 0.14 0.53 ‐1.11 ‐0.11 0.12 0.65 ‐0.84 ‐0.04 0.12 0.71 ‐0.73

36 ‐0.14 0.15 0.72 ‐0.91 ‐0.21 0.15 0.41 ‐1.42 ‐0.04 0.12 0.56 ‐0.78 ‐0.10 0.12 0.56 ‐0.94

37 ‐0.18 0.13 0.54 ‐0.98 ‐0.14 0.13 0.51 ‐0.96 ‐0.03 0.13 0.67 ‐0.74 ‐0.04 0.12 0.64 ‐0.66

38 ‐0.17 0.15 0.71 ‐1.01 ‐0.14 0.16 0.77 ‐0.99 0.03 0.16 1.01 ‐0.84 0.01 0.14 0.77 ‐0.70

39 ‐0.19 0.17 0.73 ‐1.13 ‐0.24 0.16 0.52 ‐1.11 ‐0.09 0.16 0.88 ‐0.92 ‐0.08 0.14 0.72 ‐0.79

40 ‐0.12 0.17 1.32 ‐1.22 ‐0.16 0.14 1.11 ‐0.90 ‐0.03 0.19 1.64 ‐0.75 ‐0.02 0.14 1.11 ‐0.78

41 ‐0.03 0.19 0.58 ‐1.68 ‐0.29 0.16 0.30 ‐2.28 ‐0.01 0.11 0.51 ‐1.11 ‐0.08 0.10 0.39 ‐1.15

42 ‐0.13 0.21 0.65 ‐1.27 ‐0.25 0.18 0.94 ‐1.79 0.03 0.17 1.12 ‐0.90 ‐0.05 0.16 0.99 ‐0.83

43 ‐0.49 0.34 0.41 ‐2.14 ‐0.28 0.13 0.36 ‐1.23 ‐0.08 0.12 0.51 ‐0.84 ‐0.11 0.10 0.39 ‐0.71

44 ‐0.03 0.17 0.65 ‐1.06 ‐0.31 0.12 0.23 ‐1.20 ‐0.09 0.11 0.44 ‐0.76 ‐0.15 0.10 0.41 ‐0.74

45 ‐0.16 0.15 0.45 ‐1.02 ‐0.29 0.12 0.25 ‐1.11 ‐0.20 0.13 0.33 ‐0.97 ‐0.15 0.10 0.37 ‐0.78

46 ‐0.11 0.13 0.81 ‐0.86 0.00 0.00 0.00 0.00 ‐0.07 0.14 1.00 ‐0.91 0.00 0.00 0.00 0.00

47 ‐0.05 0.18 1.06 ‐0.87 ‐0.05 0.21 1.15 ‐0.86 0.07 0.22 1.29 ‐0.81 0.01 0.20 1.17 ‐0.69

48 ‐0.10 0.19 1.46 ‐1.14 ‐0.17 0.15 1.06 ‐0.96 0.01 0.20 1.69 ‐0.71 ‐0.07 0.15 1.07 ‐0.74

49 0.01 0.17 0.72 ‐1.39 ‐0.19 0.16 0.36 ‐2.26 0.00 0.11 0.52 ‐1.35 ‐0.10 0.10 0.35 ‐1.40

50 ‐0.09 0.17 0.80 ‐1.16 ‐0.26 0.15 0.36 ‐1.86 ‐0.13 0.14 0.54 ‐1.22 ‐0.21 0.11 0.28 ‐1.06

51 ‐0.10 0.18 0.97 ‐0.89 ‐0.32 0.13 0.52 ‐1.24 ‐0.08 0.12 0.65 ‐0.71 ‐0.26 0.11 0.22 ‐0.90

52 ‐0.05 0.14 0.64 ‐0.67 ‐0.30 0.12 0.49 ‐1.13 ‐0.09 0.12 0.49 ‐0.84 ‐0.26 0.10 0.21 ‐0.88

53 ‐0.02 0.13 0.65 ‐0.63 ‐0.18 0.12 0.43 ‐0.87 ‐0.03 0.12 0.57 ‐0.85 ‐0.16 0.10 0.40 ‐0.77

54 ‐0.08 0.15 0.67 ‐0.87 ‐0.20 0.13 0.56 ‐0.91 ‐0.04 0.13 0.80 ‐0.90 ‐0.17 0.11 0.49 ‐0.79

55 ‐0.13 0.16 0.77 ‐0.87 ‐0.26 0.14 0.56 ‐1.15 ‐0.13 0.14 0.79 ‐0.84 ‐0.19 0.12 0.61 ‐0.88

56 ‐0.05 0.19 1.63 ‐1.19 ‐0.18 0.13 0.84 ‐0.93 ‐0.01 0.16 1.31 ‐0.64 ‐0.13 0.12 0.82 ‐0.79

57 ‐0.01 0.17 0.58 ‐1.30 ‐0.22 0.17 0.40 ‐2.13 ‐0.02 0.11 0.39 ‐1.20 ‐0.12 0.10 0.27 ‐1.30

58 ‐0.05 0.19 0.64 ‐1.30 ‐0.23 0.23 0.64 ‐1.69 0.03 0.16 1.08 ‐0.85 ‐0.04 0.14 0.67 ‐0.86

59 ‐0.28 0.27 0.70 ‐1.60 ‐0.83 0.41 0.29 ‐2.39 0.01 0.11 0.58 ‐0.60 ‐0.13 0.10 0.32 ‐0.74

60 0.08 0.17 0.86 ‐0.81 ‐0.22 0.18 0.45 ‐1.22 ‐0.01 0.10 0.48 ‐0.70 ‐0.16 0.09 0.38 ‐0.72

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.05 0.13 0.81 ‐0.71 ‐0.19 0.11 0.49 ‐0.80 0.06 0.12 0.89 ‐0.70 ‐0.14 0.10 0.52 ‐0.64

63 ‐0.01 0.18 1.04 ‐0.86 ‐0.11 0.18 0.89 ‐0.77 0.06 0.20 1.20 ‐0.61 ‐0.08 0.16 0.76 ‐0.65

64 ‐0.06 0.21 1.53 ‐1.13 ‐0.23 0.13 0.74 ‐0.97 0.00 0.17 1.29 ‐0.60 ‐0.16 0.13 0.75 ‐0.86

Table B29 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 280o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.06 0.40 3.08 ‐2.12 0.21 0.48 2.86 ‐1.71 0.25 0.45 3.30 ‐2.19 0.32 0.42 3.00 ‐1.08

2 ‐0.05 0.70 4.52 ‐3.55 0.25 0.82 4.99 ‐2.77 0.20 0.84 5.43 ‐3.76 0.52 0.71 4.32 ‐1.81

3 ‐0.02 0.62 4.41 ‐3.14 0.36 0.80 4.80 ‐2.76 0.24 0.75 4.42 ‐3.13 0.63 0.73 5.08 ‐2.31

4 0.08 0.56 3.59 ‐2.91 0.27 0.85 5.23 ‐2.73 0.34 0.72 5.17 ‐2.85 0.67 0.71 4.50 ‐1.92

5 0.21 0.52 3.96 ‐3.10 0.44 0.80 5.29 ‐2.26 0.48 0.77 5.82 ‐2.82 0.66 0.71 4.81 ‐1.78

6 0.30 0.48 3.64 ‐2.30 0.51 0.86 6.76 ‐2.14 0.53 0.73 5.46 ‐2.63 0.65 0.74 5.47 ‐1.34

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.19 0.27 1.69 ‐0.95 0.02 0.32 3.32 ‐1.13 0.12 0.30 2.28 ‐0.94 0.11 0.27 1.99 ‐0.97

9 0.04 0.13 0.79 ‐1.39 0.02 0.16 0.87 ‐1.24 0.08 0.14 0.84 ‐1.48 0.10 0.13 0.98 ‐0.50

10 0.19 0.25 1.74 ‐0.80 0.17 0.39 1.94 ‐1.51 0.26 0.27 1.76 ‐0.69 0.31 0.27 1.95 ‐0.72

11 0.09 0.20 1.24 ‐1.02 ‐0.34 0.52 1.17 ‐3.03 0.19 0.20 1.39 ‐0.77 0.18 0.20 1.43 ‐0.83

12 0.03 0.19 1.09 ‐0.98 ‐0.09 0.23 1.21 ‐1.34 0.13 0.21 1.36 ‐0.81 0.10 0.21 1.43 ‐0.87

13 0.10 0.21 1.27 ‐0.87 0.00 0.24 2.13 ‐0.96 0.19 0.25 1.67 ‐0.75 0.12 0.21 1.42 ‐0.92

14 0.15 0.22 1.46 ‐0.85 0.22 0.37 3.42 ‐0.97 0.30 0.34 2.61 ‐0.65 0.24 0.31 2.57 ‐0.81

15 0.11 0.24 1.81 ‐0.95 0.45 0.45 3.62 ‐0.92 0.44 0.38 2.78 ‐0.62 0.39 0.40 2.96 ‐0.76

16 0.11 0.31 3.00 ‐1.16 0.37 0.61 6.01 ‐1.01 0.53 0.66 4.85 ‐0.70 0.38 0.52 4.71 ‐0.76

17 0.09 0.13 0.83 ‐1.18 0.00 0.14 0.64 ‐1.04 0.08 0.13 0.88 ‐1.26 0.03 0.11 0.79 ‐0.67

18 0.02 0.17 1.06 ‐0.85 0.00 0.00 0.00 0.00 0.02 0.17 0.97 ‐0.81 0.00 0.00 0.00 0.00

19 ‐0.03 0.18 0.91 ‐0.90 ‐0.18 0.19 0.78 ‐1.13 0.02 0.17 0.93 ‐0.74 ‐0.08 0.16 0.88 ‐1.20

20 0.08 0.18 1.01 ‐0.77 ‐0.11 0.17 1.02 ‐1.14 0.14 0.19 1.19 ‐0.68 ‐0.04 0.16 0.83 ‐1.20

21 0.15 0.20 1.26 ‐0.92 ‐0.05 0.19 1.19 ‐0.91 0.24 0.22 1.55 ‐0.62 0.06 0.18 1.03 ‐0.83

22 0.15 0.23 1.28 ‐1.02 ‐0.06 0.22 1.54 ‐0.88 0.27 0.26 1.70 ‐0.57 0.05 0.20 1.09 ‐1.03

23 0.07 0.22 1.62 ‐1.06 ‐0.18 0.22 2.22 ‐1.00 0.04 0.23 1.65 ‐0.74 ‐0.06 0.18 1.56 ‐0.96

24 0.17 0.28 2.44 ‐1.00 0.11 0.38 3.52 ‐1.11 0.29 0.40 2.96 ‐0.75 0.20 0.35 2.58 ‐0.77

25 ‐0.03 0.12 0.60 ‐1.09 ‐0.16 0.12 0.38 ‐1.19 0.03 0.11 0.69 ‐1.01 ‐0.07 0.10 0.51 ‐1.09

26 0.10 0.21 1.55 ‐0.79 ‐0.02 0.21 1.44 ‐0.99 0.22 0.24 1.59 ‐0.52 0.15 0.20 1.44 ‐0.77

27 ‐0.17 0.29 0.78 ‐1.43 ‐0.03 0.16 0.81 ‐0.95 0.20 0.16 1.12 ‐0.45 0.05 0.13 0.77 ‐0.93

28 0.06 0.16 0.83 ‐0.68 0.02 0.15 0.96 ‐0.74 0.16 0.16 1.18 ‐0.58 0.06 0.14 0.83 ‐0.82

29 0.06 0.17 0.94 ‐0.87 0.03 0.16 1.22 ‐0.67 0.21 0.19 1.44 ‐0.49 0.06 0.15 0.94 ‐0.73

30 0.08 0.19 1.19 ‐0.82 0.14 0.24 1.89 ‐0.61 0.28 0.27 1.83 ‐0.53 0.17 0.23 1.63 ‐0.76

31 0.11 0.21 1.46 ‐0.84 0.17 0.28 2.10 ‐0.69 0.37 0.34 2.04 ‐0.61 0.22 0.28 1.79 ‐0.62

32 0.16 0.32 2.36 ‐1.08 0.08 0.35 3.01 ‐1.02 0.48 0.51 3.62 ‐0.65 0.15 0.32 2.32 ‐0.70

33 0.02 0.10 0.73 ‐0.86 ‐0.07 0.10 0.40 ‐0.81 0.04 0.09 0.50 ‐0.63 0.04 0.09 0.57 ‐0.89

34 ‐0.15 0.14 0.72 ‐0.98 ‐0.17 0.13 0.60 ‐0.96 ‐0.07 0.13 0.60 ‐0.78 ‐0.02 0.13 0.62 ‐0.74

35 ‐0.17 0.17 0.90 ‐0.90 ‐0.04 0.14 0.91 ‐0.81 ‐0.03 0.14 0.71 ‐0.73 0.04 0.14 0.78 ‐0.81

36 ‐0.05 0.15 0.74 ‐0.83 ‐0.10 0.15 0.82 ‐1.02 0.07 0.15 0.86 ‐0.66 0.02 0.14 0.75 ‐1.05

37 ‐0.07 0.15 0.70 ‐0.87 ‐0.04 0.15 1.00 ‐0.80 0.11 0.17 0.96 ‐0.55 0.06 0.15 0.84 ‐0.75

38 ‐0.03 0.18 0.93 ‐0.85 0.01 0.19 1.57 ‐0.89 0.19 0.21 1.31 ‐0.51 0.14 0.19 1.27 ‐0.73

39 ‐0.02 0.20 1.24 ‐0.93 ‐0.13 0.20 1.86 ‐0.89 0.03 0.22 1.44 ‐0.72 0.02 0.20 1.49 ‐0.68

40 0.06 0.26 1.88 ‐1.24 0.00 0.28 2.41 ‐0.81 0.22 0.36 2.32 ‐0.61 0.15 0.27 2.08 ‐0.52

41 0.08 0.13 0.65 ‐0.84 ‐0.18 0.10 0.45 ‐0.91 0.05 0.09 0.64 ‐0.59 ‐0.03 0.09 0.56 ‐0.91

42 ‐0.08 0.22 0.79 ‐1.32 ‐0.10 0.19 1.13 ‐1.05 0.13 0.20 1.56 ‐0.49 0.07 0.19 1.14 ‐0.82

43 ‐0.43 0.32 0.57 ‐2.04 ‐0.18 0.12 0.49 ‐0.93 0.01 0.12 0.62 ‐0.62 ‐0.02 0.12 0.53 ‐0.96

44 0.05 0.17 0.97 ‐0.82 ‐0.23 0.12 0.53 ‐1.10 0.02 0.14 0.66 ‐0.62 ‐0.06 0.12 0.55 ‐0.96

45 ‐0.08 0.15 0.59 ‐0.90 ‐0.19 0.13 0.68 ‐0.99 ‐0.08 0.15 0.63 ‐0.89 ‐0.05 0.13 0.67 ‐0.89

46 ‐0.01 0.15 0.88 ‐0.84 0.00 0.00 0.00 0.00 0.08 0.20 1.16 ‐0.85 0.00 0.00 0.00 0.00

47 0.02 0.19 1.07 ‐0.69 0.03 0.24 1.38 ‐0.74 0.23 0.27 1.55 ‐0.64 0.14 0.26 1.40 ‐0.75

48 0.06 0.29 1.96 ‐1.22 0.00 0.25 2.09 ‐0.96 0.26 0.33 2.24 ‐0.58 0.11 0.26 1.91 ‐0.59

49 0.09 0.11 0.66 ‐0.85 ‐0.11 0.08 0.35 ‐0.94 0.06 0.08 0.53 ‐0.55 ‐0.06 0.07 0.35 ‐0.84

50 ‐0.01 0.15 0.88 ‐0.72 ‐0.16 0.12 0.55 ‐0.89 ‐0.05 0.13 0.62 ‐0.68 ‐0.14 0.11 0.42 ‐0.92

51 ‐0.03 0.18 1.14 ‐0.88 ‐0.24 0.13 0.53 ‐0.98 ‐0.02 0.14 0.64 ‐0.61 ‐0.18 0.12 0.44 ‐1.05

52 0.04 0.15 0.89 ‐0.68 ‐0.21 0.12 0.62 ‐0.89 0.00 0.14 0.71 ‐0.69 ‐0.16 0.12 0.41 ‐1.00

53 0.05 0.15 0.86 ‐0.61 ‐0.10 0.13 0.84 ‐0.88 0.06 0.15 0.84 ‐0.62 ‐0.07 0.12 0.63 ‐0.84

54 0.01 0.17 0.94 ‐0.69 ‐0.10 0.15 0.96 ‐0.89 0.07 0.17 1.04 ‐0.60 ‐0.06 0.14 0.78 ‐0.81

55 ‐0.02 0.18 1.17 ‐0.78 ‐0.19 0.16 1.02 ‐0.88 ‐0.05 0.20 1.10 ‐0.83 ‐0.14 0.15 0.94 ‐0.83

56 0.09 0.30 2.08 ‐1.18 ‐0.09 0.20 1.78 ‐0.76 0.13 0.24 1.80 ‐0.58 ‐0.04 0.18 1.43 ‐0.62

57 0.08 0.11 0.60 ‐1.00 ‐0.14 0.11 0.34 ‐1.02 0.04 0.08 0.43 ‐0.68 ‐0.07 0.08 0.30 ‐0.94

58 0.03 0.19 0.83 ‐1.02 ‐0.16 0.21 0.66 ‐1.12 0.14 0.17 1.13 ‐0.51 0.04 0.14 0.88 ‐0.70

59 ‐0.19 0.27 0.79 ‐1.39 ‐0.70 0.39 0.43 ‐2.16 0.09 0.11 0.69 ‐0.50 ‐0.06 0.11 0.48 ‐0.74

60 0.17 0.17 1.11 ‐0.64 ‐0.15 0.15 0.65 ‐1.04 0.07 0.12 0.70 ‐0.48 ‐0.08 0.11 0.47 ‐0.75

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.04 0.16 1.22 ‐0.62 ‐0.11 0.14 0.87 ‐0.74 0.16 0.17 1.07 ‐0.63 ‐0.06 0.13 0.75 ‐0.70

63 0.07 0.21 1.29 ‐0.60 ‐0.04 0.20 1.00 ‐0.74 0.14 0.22 1.13 ‐0.64 ‐0.02 0.19 0.98 ‐0.70

64 0.13 0.33 2.32 ‐1.16 ‐0.12 0.17 1.48 ‐0.83 0.15 0.22 1.52 ‐0.50 ‐0.06 0.17 1.15 ‐0.70

Table B30 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 290o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.34 0.46 3.07 ‐1.66 0.42 0.51 3.05 ‐1.35 0.59 0.51 3.28 ‐1.11 0.51 0.43 2.87 ‐0.73

2 0.45 0.81 4.91 ‐2.86 0.71 0.91 5.37 ‐2.31 0.84 0.95 5.80 ‐1.92 0.92 0.72 4.57 ‐1.46

3 0.42 0.74 5.05 ‐2.88 0.79 0.85 5.42 ‐2.30 0.80 0.86 5.69 ‐1.77 1.05 0.75 5.21 ‐1.33

4 0.54 0.72 5.07 ‐2.60 0.75 0.92 5.66 ‐2.47 0.92 0.86 5.53 ‐1.79 1.14 0.76 5.05 ‐1.00

5 0.70 0.76 5.43 ‐2.34 0.96 0.92 6.26 ‐1.82 1.12 0.97 6.15 ‐1.80 1.23 0.86 5.94 ‐0.73

6 0.77 0.64 4.21 ‐2.21 1.12 1.03 6.57 ‐1.72 1.03 0.78 5.91 ‐1.68 1.28 0.94 6.35 ‐0.62

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.41 0.40 3.98 ‐1.20 0.37 0.45 4.11 ‐0.94 0.43 0.42 4.44 ‐0.74 0.45 0.41 3.05 ‐0.67

9 0.08 0.14 1.01 ‐0.68 0.09 0.18 1.17 ‐0.66 0.14 0.16 1.18 ‐0.49 0.16 0.15 1.17 ‐0.35

10 0.29 0.25 1.62 ‐0.79 0.16 0.44 2.00 ‐1.70 0.41 0.28 1.96 ‐0.58 0.45 0.28 2.25 ‐0.39

11 0.19 0.22 1.49 ‐0.97 ‐0.16 0.48 1.60 ‐2.87 0.35 0.23 1.57 ‐0.56 0.38 0.24 1.73 ‐0.41

12 0.17 0.22 1.47 ‐0.78 0.06 0.26 1.55 ‐1.17 0.32 0.24 1.48 ‐0.61 0.32 0.23 1.74 ‐0.58

13 0.27 0.25 1.89 ‐0.60 0.21 0.31 2.10 ‐0.81 0.45 0.32 2.14 ‐0.53 0.37 0.27 1.94 ‐0.52

14 0.36 0.31 2.43 ‐0.61 0.57 0.51 3.08 ‐0.71 0.66 0.45 3.06 ‐0.39 0.62 0.44 3.60 ‐0.49

15 0.42 0.34 2.72 ‐0.74 0.81 0.55 3.25 ‐0.70 0.81 0.48 3.26 ‐0.47 0.83 0.51 3.52 ‐0.56

16 0.50 0.57 4.94 ‐0.85 1.14 0.94 5.77 ‐0.81 1.41 1.04 6.56 ‐0.51 1.18 0.93 5.91 ‐0.48

17 0.16 0.13 0.83 ‐0.50 0.08 0.14 0.75 ‐0.56 0.15 0.13 0.86 ‐0.35 0.12 0.13 0.88 ‐0.36

18 0.12 0.19 1.16 ‐0.70 0.00 0.00 0.00 0.00 0.14 0.19 1.13 ‐0.62 0.00 0.00 0.00 0.00

19 0.07 0.19 1.19 ‐0.74 ‐0.05 0.19 0.81 ‐1.18 0.13 0.19 1.07 ‐0.60 0.07 0.18 1.02 ‐0.71

20 0.18 0.21 1.45 ‐0.58 0.03 0.20 1.15 ‐1.06 0.30 0.23 1.48 ‐0.44 0.16 0.20 1.28 ‐0.57

21 0.27 0.24 1.64 ‐0.53 0.13 0.23 1.39 ‐0.84 0.46 0.28 1.85 ‐0.36 0.29 0.22 1.50 ‐0.45

22 0.33 0.29 2.02 ‐0.57 0.17 0.28 1.88 ‐0.75 0.53 0.32 2.28 ‐0.37 0.32 0.26 1.79 ‐0.54

23 0.26 0.33 2.60 ‐0.74 0.08 0.38 2.79 ‐0.97 0.35 0.42 3.06 ‐0.56 0.21 0.34 2.47 ‐0.67

24 0.52 0.53 4.34 ‐0.68 0.56 0.54 3.51 ‐0.74 0.79 0.59 4.19 ‐0.51 0.71 0.54 3.49 ‐0.55

25 0.02 0.12 0.94 ‐0.59 ‐0.12 0.11 0.65 ‐0.87 0.08 0.13 0.96 ‐0.61 ‐0.01 0.11 0.73 ‐0.50

26 0.22 0.28 1.93 ‐0.83 0.12 0.25 1.57 ‐1.00 0.39 0.29 2.02 ‐0.45 0.32 0.24 1.90 ‐0.44

27 0.03 0.29 1.21 ‐1.32 0.08 0.17 0.89 ‐0.95 0.34 0.19 1.28 ‐0.37 0.21 0.15 1.07 ‐0.48

28 0.14 0.18 1.25 ‐0.60 0.14 0.18 1.12 ‐0.80 0.32 0.20 1.32 ‐0.38 0.24 0.18 1.28 ‐0.43

29 0.20 0.21 1.54 ‐0.58 0.18 0.22 1.57 ‐0.57 0.42 0.25 1.84 ‐0.30 0.27 0.21 1.53 ‐0.43

30 0.25 0.25 1.89 ‐0.67 0.36 0.31 1.96 ‐0.55 0.56 0.34 2.24 ‐0.36 0.46 0.31 2.25 ‐0.45

31 0.32 0.29 2.18 ‐0.56 0.39 0.32 2.11 ‐0.54 0.67 0.37 2.60 ‐0.43 0.50 0.33 2.33 ‐0.43

32 0.61 0.57 3.96 ‐0.64 0.46 0.45 2.79 ‐0.75 1.04 0.62 4.30 ‐0.41 0.59 0.43 2.73 ‐0.66

33 0.05 0.09 0.53 ‐0.40 ‐0.04 0.09 0.51 ‐0.52 0.07 0.09 0.55 ‐0.37 0.08 0.09 0.62 ‐0.36

34 ‐0.11 0.15 0.67 ‐0.88 ‐0.11 0.14 0.59 ‐0.75 0.00 0.15 0.77 ‐0.57 0.06 0.14 0.82 ‐0.51

35 ‐0.08 0.17 0.88 ‐0.85 0.02 0.17 0.96 ‐0.73 0.08 0.18 1.20 ‐0.62 0.16 0.17 1.01 ‐0.48

36 0.04 0.17 0.93 ‐0.74 0.02 0.18 1.14 ‐0.78 0.23 0.19 1.23 ‐0.45 0.19 0.18 1.15 ‐0.52

37 0.07 0.18 1.08 ‐0.70 0.08 0.19 1.27 ‐0.66 0.29 0.21 1.41 ‐0.39 0.23 0.19 1.22 ‐0.40

38 0.15 0.22 1.30 ‐0.63 0.18 0.24 1.58 ‐0.70 0.41 0.26 1.81 ‐0.32 0.37 0.25 1.79 ‐0.41

39 0.16 0.28 2.26 ‐0.67 0.07 0.30 1.74 ‐0.76 0.27 0.32 2.12 ‐0.67 0.26 0.32 2.05 ‐0.46

40 0.41 0.45 3.20 ‐0.70 0.24 0.36 2.50 ‐0.66 0.56 0.40 2.66 ‐0.49 0.44 0.36 2.38 ‐0.36

41 0.12 0.13 0.70 ‐0.48 ‐0.12 0.10 0.40 ‐0.74 0.10 0.10 0.70 ‐0.34 0.02 0.10 0.63 ‐0.41

42 ‐0.04 0.25 1.08 ‐1.23 0.01 0.20 1.30 ‐0.75 0.25 0.21 1.59 ‐0.45 0.21 0.20 1.37 ‐0.53

43 ‐0.36 0.33 0.78 ‐1.82 ‐0.10 0.13 0.62 ‐0.91 0.12 0.14 0.81 ‐0.50 0.11 0.14 0.78 ‐0.47

44 0.12 0.20 1.10 ‐0.67 ‐0.13 0.15 0.82 ‐0.86 0.16 0.17 1.09 ‐0.47 0.09 0.15 0.94 ‐0.55

45 0.01 0.16 0.88 ‐0.74 ‐0.08 0.16 0.87 ‐0.82 0.08 0.18 1.04 ‐0.73 0.11 0.17 0.96 ‐0.55

46 0.15 0.20 1.34 ‐0.54 0.00 0.00 0.00 0.00 0.26 0.22 1.45 ‐0.55 0.00 0.00 0.00 0.00

47 0.22 0.25 1.47 ‐0.57 0.12 0.23 1.30 ‐0.67 0.37 0.25 1.70 ‐0.74 0.28 0.24 1.62 ‐0.50

48 0.45 0.44 3.28 ‐0.63 0.16 0.28 2.03 ‐0.72 0.51 0.32 2.19 ‐0.40 0.34 0.28 2.00 ‐0.35

49 0.13 0.10 0.68 ‐0.38 ‐0.09 0.07 0.31 ‐0.60 0.10 0.08 0.52 ‐0.33 ‐0.03 0.07 0.32 ‐0.37

50 0.04 0.15 0.91 ‐0.55 ‐0.11 0.13 0.63 ‐0.68 0.04 0.15 0.81 ‐0.65 ‐0.05 0.13 0.61 ‐0.63

51 0.05 0.18 1.17 ‐0.75 ‐0.17 0.15 0.65 ‐0.92 0.09 0.17 1.02 ‐0.50 ‐0.05 0.15 0.75 ‐0.64

52 0.14 0.17 1.02 ‐0.65 ‐0.12 0.15 0.66 ‐0.73 0.13 0.17 1.12 ‐0.48 ‐0.03 0.15 0.69 ‐0.75

53 0.14 0.17 1.08 ‐0.52 ‐0.02 0.16 0.85 ‐0.68 0.18 0.17 1.15 ‐0.36 0.06 0.16 0.87 ‐0.51

54 0.15 0.20 1.17 ‐0.52 ‐0.01 0.17 0.91 ‐0.75 0.21 0.19 1.30 ‐0.41 0.07 0.17 1.08 ‐0.44

55 0.16 0.25 1.75 ‐0.62 ‐0.11 0.18 0.99 ‐0.71 0.11 0.23 1.41 ‐0.72 ‐0.04 0.17 1.07 ‐0.64

56 0.42 0.42 3.15 ‐0.76 0.01 0.22 1.87 ‐0.69 0.29 0.25 1.76 ‐0.47 0.09 0.20 1.34 ‐0.45

57 0.13 0.11 0.62 ‐0.35 ‐0.11 0.10 0.41 ‐0.73 0.08 0.08 0.55 ‐0.55 ‐0.04 0.08 0.37 ‐0.39

58 0.10 0.20 1.24 ‐0.74 ‐0.10 0.21 0.73 ‐1.06 0.23 0.17 1.18 ‐0.43 0.13 0.16 0.93 ‐0.37

59 ‐0.13 0.28 1.01 ‐1.20 ‐0.68 0.40 0.61 ‐2.10 0.17 0.13 0.92 ‐0.39 0.04 0.13 0.66 ‐0.58

60 0.24 0.18 1.15 ‐0.49 ‐0.07 0.17 0.76 ‐0.67 0.16 0.14 0.94 ‐0.37 0.02 0.13 0.69 ‐0.64

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.20 0.19 1.58 ‐0.46 ‐0.05 0.14 0.89 ‐0.63 0.25 0.16 1.13 ‐0.49 0.02 0.14 1.04 ‐0.46

63 0.24 0.23 1.57 ‐0.48 ‐0.01 0.17 0.91 ‐0.64 0.20 0.17 1.23 ‐0.54 0.05 0.16 0.94 ‐0.61

64 0.43 0.41 2.95 ‐0.74 ‐0.04 0.17 1.09 ‐0.69 0.28 0.21 1.37 ‐0.49 0.06 0.16 0.99 ‐0.51

Table B31 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 300o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.61 0.51 3.31 ‐1.53 0.58 0.48 3.03 ‐0.90 0.85 0.50 3.37 ‐0.98 0.69 0.42 3.37 ‐0.49

2 0.95 0.87 5.17 ‐1.96 1.07 0.85 5.22 ‐1.60 1.37 0.88 6.53 ‐1.82 1.28 0.68 5.21 ‐0.65

3 0.91 0.84 5.15 ‐2.29 1.18 0.84 5.21 ‐1.45 1.35 0.84 6.08 ‐1.56 1.46 0.72 5.35 ‐0.57

4 1.05 0.90 5.94 ‐2.04 1.15 0.86 5.72 ‐1.14 1.60 0.93 6.36 ‐1.13 1.68 0.81 5.47 ‐0.52

5 1.13 0.90 6.06 ‐2.10 1.56 1.02 6.82 ‐0.97 1.82 1.06 7.21 ‐0.71 1.96 1.03 6.88 ‐0.44

6 0.92 0.63 5.10 ‐1.85 1.70 1.06 7.23 ‐0.96 1.37 0.69 5.88 ‐0.59 1.85 1.04 7.23 ‐0.38

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.61 0.63 7.48 ‐0.65 0.80 0.65 7.10 ‐0.66 0.83 0.61 7.06 ‐0.62 0.85 0.54 5.32 ‐0.51

9 0.15 0.17 1.41 ‐0.64 0.19 0.20 1.20 ‐0.62 0.21 0.19 1.53 ‐0.47 0.25 0.19 1.43 ‐0.36

10 0.40 0.26 1.77 ‐0.79 0.14 0.50 1.89 ‐1.74 0.56 0.31 2.34 ‐0.52 0.63 0.32 2.43 ‐0.25

11 0.30 0.24 1.51 ‐1.00 0.03 0.39 1.51 ‐2.83 0.50 0.25 1.95 ‐0.41 0.56 0.26 1.82 ‐0.34

12 0.33 0.26 1.79 ‐0.71 0.22 0.28 1.74 ‐0.75 0.53 0.29 2.15 ‐0.39 0.51 0.27 1.95 ‐0.31

13 0.49 0.33 2.44 ‐0.62 0.47 0.39 2.66 ‐0.63 0.73 0.38 2.91 ‐0.36 0.66 0.35 2.65 ‐0.34

14 0.71 0.44 3.21 ‐0.53 0.98 0.58 4.02 ‐0.56 1.06 0.52 3.96 ‐0.35 1.07 0.54 3.88 ‐0.27

15 0.81 0.49 4.21 ‐0.51 1.19 0.59 4.18 ‐0.43 1.23 0.54 4.06 ‐0.33 1.30 0.58 4.36 ‐0.13

16 1.64 0.99 6.83 ‐0.64 1.99 1.03 6.46 ‐0.50 2.33 1.11 7.18 ‐0.46 2.15 1.09 7.34 ‐0.23

17 0.23 0.13 1.06 ‐0.31 0.13 0.16 0.89 ‐0.50 0.23 0.14 0.94 ‐0.26 0.22 0.14 1.06 ‐0.24

18 0.22 0.21 1.42 ‐0.77 0.00 0.00 0.00 0.00 0.26 0.20 1.35 ‐0.44 0.00 0.00 0.00 0.00

19 0.17 0.22 1.55 ‐0.74 0.07 0.21 1.19 ‐0.88 0.24 0.24 1.55 ‐0.52 0.21 0.22 1.26 ‐0.60

20 0.34 0.25 1.90 ‐0.53 0.20 0.25 1.44 ‐0.73 0.49 0.28 1.83 ‐0.39 0.37 0.24 1.60 ‐0.53

21 0.48 0.29 2.33 ‐0.42 0.32 0.27 1.57 ‐0.67 0.68 0.31 2.20 ‐0.29 0.52 0.26 1.91 ‐0.40

22 0.62 0.36 3.03 ‐0.37 0.43 0.34 2.21 ‐0.61 0.81 0.39 2.87 ‐0.31 0.61 0.33 2.37 ‐0.42

23 0.61 0.49 3.84 ‐0.63 0.54 0.55 3.27 ‐0.72 0.83 0.56 3.63 ‐0.45 0.68 0.54 3.41 ‐0.50

24 1.26 0.74 5.81 ‐0.62 1.00 0.61 4.27 ‐0.54 1.30 0.69 4.65 ‐0.38 1.19 0.59 4.16 ‐0.38

25 0.10 0.14 1.05 ‐0.62 ‐0.08 0.13 0.76 ‐0.79 0.12 0.15 0.99 ‐0.45 0.03 0.13 0.85 ‐0.57

26 0.30 0.31 2.11 ‐0.76 0.26 0.28 1.78 ‐0.87 0.57 0.31 2.19 ‐0.30 0.49 0.27 2.25 ‐0.37

27 0.18 0.30 1.49 ‐1.37 0.20 0.19 1.13 ‐0.65 0.49 0.22 1.60 ‐0.25 0.37 0.19 1.34 ‐0.35

28 0.31 0.23 1.66 ‐0.47 0.29 0.23 1.43 ‐0.44 0.50 0.26 1.83 ‐0.41 0.43 0.23 1.61 ‐0.43

29 0.43 0.27 2.08 ‐0.43 0.38 0.29 1.94 ‐0.45 0.65 0.32 2.31 ‐0.29 0.51 0.28 1.99 ‐0.44

30 0.57 0.33 2.78 ‐0.48 0.55 0.33 2.42 ‐0.42 0.77 0.36 2.72 ‐0.35 0.71 0.35 2.49 ‐0.28

31 0.73 0.38 3.44 ‐0.38 0.53 0.32 2.27 ‐0.44 0.84 0.35 2.76 ‐0.47 0.69 0.33 2.55 ‐0.35

32 1.36 0.68 5.40 ‐0.76 0.71 0.43 3.07 ‐0.63 1.33 0.54 3.97 ‐0.25 0.86 0.41 3.12 ‐0.35

33 0.09 0.10 0.58 ‐0.40 ‐0.01 0.10 0.53 ‐0.43 0.11 0.09 0.66 ‐0.27 0.11 0.10 0.77 ‐0.31

34 ‐0.04 0.16 0.90 ‐0.88 ‐0.03 0.16 0.73 ‐0.77 0.11 0.18 0.99 ‐0.55 0.16 0.16 0.91 ‐0.48

35 0.05 0.20 1.16 ‐0.66 0.13 0.22 1.19 ‐0.70 0.24 0.23 1.38 ‐0.54 0.29 0.22 1.44 ‐0.54

36 0.20 0.20 1.35 ‐0.56 0.15 0.23 1.30 ‐0.69 0.39 0.24 1.63 ‐0.39 0.35 0.23 1.48 ‐0.53

37 0.27 0.23 1.59 ‐0.53 0.20 0.23 1.54 ‐0.53 0.44 0.26 2.06 ‐0.34 0.38 0.24 1.58 ‐0.40

38 0.42 0.29 2.19 ‐0.46 0.32 0.27 1.77 ‐0.47 0.56 0.28 2.40 ‐0.23 0.52 0.28 2.20 ‐0.38

39 0.54 0.42 3.46 ‐0.49 0.23 0.28 1.74 ‐0.65 0.47 0.30 2.02 ‐0.55 0.45 0.30 2.20 ‐0.44

40 0.98 0.58 4.72 ‐0.56 0.40 0.35 2.51 ‐0.53 0.78 0.37 2.67 ‐0.33 0.64 0.35 2.65 ‐0.26

41 0.21 0.13 0.82 ‐0.28 ‐0.08 0.11 0.45 ‐0.64 0.15 0.12 0.86 ‐0.33 0.07 0.11 0.69 ‐0.45

42 0.06 0.26 0.95 ‐1.14 0.07 0.20 1.20 ‐0.76 0.34 0.21 1.49 ‐0.45 0.31 0.21 1.35 ‐0.43

43 ‐0.13 0.38 1.15 ‐1.65 ‐0.01 0.16 0.81 ‐0.70 0.22 0.17 1.14 ‐0.44 0.21 0.17 1.08 ‐0.52

44 0.25 0.21 1.40 ‐0.53 ‐0.03 0.17 0.88 ‐0.71 0.27 0.20 1.54 ‐0.47 0.19 0.19 1.15 ‐0.52

45 0.20 0.21 1.42 ‐0.71 0.00 0.18 0.96 ‐0.73 0.17 0.19 1.41 ‐0.80 0.20 0.19 1.21 ‐0.51

46 0.39 0.25 2.00 ‐0.46 0.00 0.00 0.00 0.00 0.33 0.20 1.70 ‐0.74 0.00 0.00 0.00 0.00

47 0.52 0.30 2.51 ‐0.43 0.14 0.19 1.12 ‐0.58 0.42 0.20 1.43 ‐0.51 0.29 0.19 1.48 ‐0.39

48 0.98 0.55 4.36 ‐0.37 0.26 0.25 1.65 ‐0.55 0.66 0.29 2.12 ‐0.28 0.47 0.25 1.87 ‐0.25

49 0.16 0.10 0.77 ‐0.23 ‐0.06 0.08 0.44 ‐0.48 0.15 0.10 0.64 ‐0.25 0.01 0.08 0.43 ‐0.39

50 0.14 0.17 1.23 ‐0.50 ‐0.04 0.16 0.85 ‐0.66 0.16 0.17 1.02 ‐0.56 0.05 0.15 0.83 ‐0.66

51 0.18 0.20 1.56 ‐0.55 ‐0.08 0.18 0.84 ‐0.78 0.19 0.19 1.29 ‐0.53 0.05 0.18 0.97 ‐0.74

52 0.28 0.19 1.51 ‐0.40 ‐0.06 0.16 0.79 ‐0.76 0.20 0.18 1.35 ‐0.54 0.04 0.16 1.00 ‐0.65

53 0.31 0.20 1.59 ‐0.32 0.03 0.16 0.90 ‐0.68 0.24 0.17 1.38 ‐0.38 0.11 0.16 1.14 ‐0.47

54 0.38 0.24 1.78 ‐0.40 0.05 0.16 0.97 ‐0.54 0.27 0.17 1.36 ‐0.46 0.12 0.16 1.09 ‐0.48

55 0.50 0.36 2.96 ‐0.50 ‐0.04 0.16 0.84 ‐0.63 0.24 0.19 1.28 ‐0.61 0.05 0.16 0.82 ‐0.61

56 0.90 0.55 4.61 ‐0.54 0.08 0.20 1.22 ‐0.63 0.44 0.25 1.71 ‐0.41 0.20 0.19 1.21 ‐0.38

57 0.18 0.11 0.84 ‐0.26 ‐0.06 0.11 0.48 ‐0.58 0.10 0.10 0.68 ‐0.28 ‐0.02 0.09 0.38 ‐0.49

58 0.18 0.21 1.31 ‐0.72 ‐0.08 0.22 0.82 ‐1.04 0.25 0.17 1.14 ‐0.37 0.16 0.16 0.99 ‐0.50

59 0.04 0.31 1.57 ‐1.17 ‐0.72 0.39 0.63 ‐2.20 0.19 0.14 1.07 ‐0.45 0.08 0.14 0.90 ‐0.54

60 0.37 0.20 1.49 ‐0.31 0.01 0.19 0.97 ‐0.63 0.18 0.14 1.12 ‐0.47 0.05 0.14 0.92 ‐0.57

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.43 0.23 1.91 ‐0.40 ‐0.04 0.13 0.77 ‐0.59 0.25 0.14 1.16 ‐0.49 0.04 0.12 0.90 ‐0.59

63 0.48 0.28 2.30 ‐0.37 ‐0.01 0.14 0.66 ‐0.55 0.22 0.14 0.92 ‐0.45 0.09 0.13 0.77 ‐0.59

64 0.88 0.51 3.63 ‐0.53 0.02 0.15 0.80 ‐0.52 0.37 0.19 1.39 ‐0.40 0.15 0.15 0.94 ‐0.54

Table B32 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 310o

Tap 

No #

Array A Array B Array C Array D

Page 107 of 225



Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.80 0.48 3.27 ‐0.65 0.60 0.43 2.75 ‐0.58 0.95 0.44 3.44 ‐0.51 0.78 0.37 3.29 ‐0.43

2 1.26 0.79 5.36 ‐1.59 1.17 0.74 4.83 ‐1.19 1.61 0.73 5.49 ‐0.82 1.47 0.60 4.65 ‐0.34

3 1.29 0.84 5.38 ‐1.69 1.47 0.87 5.61 ‐0.90 1.74 0.75 5.45 ‐0.71 1.72 0.66 4.78 ‐0.26

4 1.48 0.96 6.13 ‐1.42 1.34 0.79 4.88 ‐1.13 2.18 0.92 6.70 ‐0.47 2.15 0.82 5.84 ‐0.14

5 1.38 0.88 5.98 ‐1.08 1.97 1.09 7.18 ‐0.78 2.21 0.99 7.10 ‐0.26 2.61 1.08 7.55 0.00

6 1.13 0.60 4.52 ‐0.81 1.77 0.97 7.35 ‐0.64 1.55 0.63 5.09 ‐0.12 2.18 1.00 7.35 ‐0.12

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 1.23 1.11 8.99 ‐0.59 1.41 1.20 9.67 ‐0.58 1.37 1.07 9.44 ‐0.49 1.36 0.87 10.33 ‐0.44

9 0.23 0.20 1.36 ‐0.59 0.26 0.22 1.43 ‐0.50 0.33 0.24 1.54 ‐0.39 0.36 0.21 1.47 ‐0.29

10 0.47 0.28 1.84 ‐0.79 0.15 0.52 2.26 ‐1.77 0.72 0.31 2.29 ‐0.32 0.84 0.33 2.53 ‐0.08

11 0.39 0.27 1.80 ‐0.72 0.12 0.33 1.57 ‐2.24 0.63 0.27 1.91 ‐0.41 0.65 0.26 1.94 ‐0.20

12 0.50 0.32 2.35 ‐0.68 0.35 0.33 2.13 ‐0.81 0.71 0.33 2.32 ‐0.28 0.68 0.31 2.29 ‐0.29

13 0.69 0.38 2.78 ‐0.47 0.68 0.46 3.55 ‐0.54 0.98 0.42 3.13 ‐0.15 0.94 0.42 3.14 ‐0.35

14 0.97 0.49 3.80 ‐0.30 1.21 0.61 4.18 ‐0.35 1.40 0.55 4.45 ‐0.06 1.50 0.60 4.71 ‐0.34

15 1.16 0.60 5.12 ‐0.38 1.37 0.63 4.51 ‐0.31 1.52 0.58 5.13 0.02 1.72 0.62 5.15 0.04

16 2.19 1.05 6.99 ‐0.38 2.30 0.99 6.92 ‐0.40 2.74 0.94 7.28 0.18 2.88 1.03 8.29 ‐0.10

17 0.24 0.14 1.03 ‐0.25 0.16 0.16 1.14 ‐0.46 0.29 0.14 1.07 ‐0.27 0.29 0.14 1.13 ‐0.20

18 0.30 0.24 1.60 ‐0.63 0.00 0.00 0.00 0.00 0.38 0.24 1.52 ‐0.43 0.00 0.00 0.00 0.00

19 0.29 0.27 1.78 ‐0.59 0.19 0.27 1.59 ‐0.85 0.41 0.29 1.75 ‐0.49 0.36 0.26 1.60 ‐0.62

20 0.51 0.30 2.15 ‐0.40 0.35 0.30 1.91 ‐0.69 0.65 0.31 2.06 ‐0.28 0.56 0.28 1.99 ‐0.51

21 0.69 0.34 2.58 ‐0.28 0.47 0.33 2.22 ‐0.54 0.84 0.34 2.51 ‐0.10 0.71 0.31 2.32 ‐0.34

22 0.93 0.43 3.28 ‐0.21 0.63 0.40 2.63 ‐0.49 1.03 0.42 3.18 ‐0.07 0.90 0.40 3.44 ‐0.19

23 1.06 0.61 5.31 ‐0.41 0.84 0.54 3.61 ‐0.63 1.11 0.54 4.27 ‐0.35 1.12 0.57 4.52 ‐0.39

24 1.95 0.93 6.62 ‐0.34 1.18 0.59 4.13 ‐0.41 1.57 0.65 4.75 ‐0.10 1.48 0.58 4.79 ‐0.12

25 0.16 0.15 1.01 ‐0.45 ‐0.07 0.13 0.69 ‐0.73 0.16 0.14 0.99 ‐0.44 0.06 0.14 0.98 ‐0.52

26 0.24 0.32 1.87 ‐0.96 0.31 0.27 1.82 ‐0.89 0.60 0.27 2.03 ‐0.22 0.56 0.26 1.99 ‐0.28

27 0.38 0.32 1.76 ‐1.16 0.28 0.23 1.43 ‐0.74 0.58 0.24 1.71 ‐0.16 0.50 0.23 1.64 ‐0.32

28 0.51 0.28 1.99 ‐0.41 0.38 0.28 1.88 ‐0.57 0.61 0.29 1.95 ‐0.39 0.60 0.28 2.04 ‐0.34

29 0.65 0.33 2.82 ‐0.33 0.45 0.31 2.06 ‐0.43 0.73 0.32 2.52 ‐0.14 0.68 0.32 2.54 ‐0.44

30 0.85 0.43 3.52 ‐0.34 0.52 0.33 2.27 ‐0.38 0.82 0.37 3.19 ‐0.16 0.76 0.34 2.91 ‐0.25

31 1.14 0.55 4.70 ‐0.48 0.48 0.27 1.99 ‐0.42 0.84 0.29 2.47 ‐0.08 0.69 0.27 2.35 ‐0.16

32 2.02 0.80 5.97 ‐0.20 0.72 0.41 2.80 ‐0.58 1.38 0.46 3.59 0.08 1.02 0.38 3.14 ‐0.08

33 0.12 0.10 0.72 ‐0.35 0.00 0.10 0.51 ‐0.52 0.16 0.11 0.69 ‐0.28 0.16 0.10 0.64 ‐0.37

34 0.03 0.19 1.12 ‐0.70 0.05 0.19 0.95 ‐0.75 0.26 0.20 1.21 ‐0.42 0.27 0.19 1.14 ‐0.57

35 0.19 0.24 1.57 ‐0.73 0.21 0.26 1.55 ‐0.65 0.37 0.25 1.59 ‐0.54 0.42 0.27 1.69 ‐0.71

36 0.37 0.25 1.87 ‐0.55 0.20 0.25 1.49 ‐0.70 0.43 0.25 1.70 ‐0.41 0.40 0.26 1.89 ‐0.56

37 0.49 0.29 2.13 ‐0.52 0.21 0.23 1.75 ‐0.58 0.46 0.25 1.85 ‐0.35 0.41 0.24 2.05 ‐0.37

38 0.77 0.38 2.98 ‐0.42 0.32 0.24 1.78 ‐0.51 0.57 0.24 1.96 ‐0.13 0.54 0.25 2.19 ‐0.30

39 1.07 0.56 4.67 ‐0.44 0.22 0.22 1.37 ‐0.67 0.55 0.24 1.70 ‐0.26 0.51 0.24 2.03 ‐0.39

40 1.57 0.73 6.17 ‐0.44 0.45 0.33 2.09 ‐0.58 0.93 0.34 2.53 ‐0.04 0.81 0.34 2.82 ‐0.08

41 0.26 0.13 0.84 ‐0.31 ‐0.08 0.12 0.50 ‐0.68 0.16 0.13 0.88 ‐0.43 0.07 0.12 0.71 ‐0.48

42 0.16 0.24 1.10 ‐0.94 0.02 0.19 0.96 ‐0.87 0.34 0.20 1.34 ‐0.35 0.31 0.20 1.35 ‐0.60

43 0.18 0.39 1.47 ‐1.54 ‐0.01 0.17 1.00 ‐0.83 0.22 0.17 1.18 ‐0.50 0.20 0.18 1.28 ‐0.73

44 0.44 0.25 1.73 ‐0.49 ‐0.03 0.18 1.19 ‐0.88 0.27 0.19 1.37 ‐0.51 0.17 0.18 1.22 ‐0.49

45 0.45 0.27 2.25 ‐0.91 0.00 0.17 1.05 ‐0.89 0.19 0.17 1.32 ‐0.65 0.17 0.16 1.27 ‐0.43

46 0.66 0.33 2.41 ‐0.45 0.00 0.00 0.00 0.00 0.33 0.18 1.44 ‐0.39 0.00 0.00 0.00 0.00

47 0.81 0.41 3.78 ‐0.38 0.16 0.17 1.09 ‐0.53 0.45 0.18 1.30 ‐0.19 0.35 0.18 1.36 ‐0.29

48 1.44 0.71 5.26 ‐0.44 0.32 0.24 1.53 ‐0.45 0.71 0.27 2.04 0.00 0.60 0.25 1.98 ‐0.16

49 0.20 0.11 0.83 ‐0.29 ‐0.04 0.11 0.70 ‐0.46 0.17 0.10 0.73 ‐0.28 0.04 0.09 0.66 ‐0.34

50 0.22 0.21 1.40 ‐0.50 0.02 0.19 1.16 ‐0.69 0.21 0.17 1.15 ‐0.52 0.11 0.16 1.11 ‐0.55

51 0.32 0.25 1.72 ‐0.48 ‐0.05 0.22 1.50 ‐0.80 0.21 0.18 1.19 ‐0.62 0.06 0.17 0.98 ‐0.70

52 0.42 0.23 1.79 ‐0.48 ‐0.06 0.17 1.14 ‐0.84 0.20 0.17 1.15 ‐0.62 0.03 0.15 0.98 ‐0.74

53 0.48 0.26 1.95 ‐0.28 0.02 0.15 1.13 ‐0.64 0.25 0.15 1.26 ‐0.46 0.11 0.14 1.14 ‐0.51

54 0.62 0.31 2.41 ‐0.37 0.05 0.15 1.10 ‐0.66 0.29 0.15 1.11 ‐0.32 0.16 0.14 1.05 ‐0.50

55 0.82 0.46 4.38 ‐0.44 0.02 0.15 1.05 ‐0.72 0.31 0.17 1.12 ‐0.41 0.14 0.15 0.88 ‐0.54

56 1.35 0.74 6.07 ‐0.62 0.11 0.18 1.13 ‐0.59 0.52 0.23 1.80 ‐0.12 0.31 0.19 1.46 ‐0.30

57 0.21 0.12 0.82 ‐0.32 ‐0.06 0.12 0.63 ‐0.67 0.11 0.10 0.69 ‐0.34 ‐0.01 0.09 0.57 ‐0.45

58 0.29 0.20 1.15 ‐0.59 ‐0.01 0.22 1.02 ‐1.00 0.21 0.16 1.16 ‐0.40 0.12 0.15 0.86 ‐0.63

59 0.27 0.34 1.58 ‐1.12 ‐0.67 0.37 1.03 ‐2.13 0.16 0.15 1.20 ‐0.90 0.06 0.14 0.96 ‐0.73

60 0.51 0.23 1.73 ‐0.32 0.09 0.22 1.37 ‐0.70 0.16 0.15 1.23 ‐0.66 0.05 0.14 0.90 ‐0.63

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.65 0.32 3.04 ‐0.29 ‐0.04 0.14 0.95 ‐0.56 0.20 0.14 1.08 ‐0.54 0.09 0.13 0.80 ‐0.48

63 0.80 0.44 3.62 ‐0.32 ‐0.02 0.13 0.72 ‐0.58 0.25 0.13 0.90 ‐0.41 0.15 0.12 0.75 ‐0.38

64 1.36 0.71 5.69 ‐0.29 0.02 0.14 0.79 ‐0.49 0.39 0.18 1.34 ‐0.20 0.24 0.15 1.05 ‐0.26

Table B33 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 320o

Tap 

No #

Array A Array B Array C Array D

Page 108 of 225



Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.87 0.43 3.09 ‐0.51 0.59 0.36 2.63 ‐0.52 0.92 0.39 3.10 ‐0.28 0.77 0.32 2.58 ‐0.27

2 1.37 0.68 5.00 ‐0.92 1.16 0.60 4.70 ‐0.88 1.60 0.62 4.95 ‐0.44 1.48 0.52 4.53 ‐0.24

3 1.48 0.77 5.16 ‐0.61 1.71 0.85 5.70 ‐0.80 1.86 0.71 5.15 ‐0.28 1.83 0.61 4.59 ‐0.02

4 1.69 0.88 6.21 ‐0.48 1.46 0.72 4.83 ‐0.80 2.35 0.90 6.42 ‐0.08 2.42 0.81 5.90 ‐0.14

5 1.46 0.74 6.04 ‐0.32 2.24 1.04 7.41 ‐0.53 2.05 0.88 7.25 0.06 2.90 1.02 7.33 0.09

6 1.32 0.57 4.19 ‐0.25 1.84 0.85 5.93 ‐0.27 1.67 0.61 4.44 0.20 2.23 0.84 6.52 0.22

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 2.07 1.37 8.73 ‐0.47 2.42 1.67 10.81 ‐0.49 2.23 1.55 9.78 ‐0.17 2.27 1.60 12.09 ‐0.25

9 0.27 0.19 1.28 ‐0.44 0.26 0.22 1.41 ‐0.60 0.40 0.25 1.65 ‐0.32 0.41 0.22 1.51 ‐0.28

10 0.52 0.28 2.00 ‐0.73 0.25 0.46 1.93 ‐1.85 0.75 0.29 2.28 ‐0.16 0.92 0.31 2.34 ‐0.01

11 0.50 0.29 1.94 ‐0.80 0.22 0.32 1.96 ‐2.11 0.68 0.29 2.23 ‐0.42 0.66 0.27 2.06 ‐0.24

12 0.66 0.34 2.40 ‐0.47 0.50 0.38 2.50 ‐0.80 0.80 0.36 2.85 ‐0.35 0.79 0.35 2.59 ‐0.30

13 0.85 0.39 2.78 ‐0.36 0.81 0.49 3.59 ‐0.44 1.06 0.44 3.33 ‐0.23 1.10 0.46 3.55 ‐0.18

14 1.15 0.49 3.54 ‐0.20 1.23 0.59 4.71 ‐0.32 1.45 0.55 4.24 0.01 1.65 0.59 4.35 ‐0.07

15 1.53 0.69 5.54 ‐0.08 1.33 0.60 4.48 ‐0.23 1.55 0.61 4.84 0.12 1.78 0.60 4.99 0.09

16 2.45 0.93 7.53 ‐0.05 2.04 0.83 6.33 ‐0.17 2.43 0.81 6.55 0.25 2.77 0.85 6.63 0.09

17 0.24 0.14 1.04 ‐0.30 0.16 0.16 1.02 ‐0.43 0.29 0.14 1.03 ‐0.31 0.29 0.14 0.95 ‐0.21

18 0.40 0.25 1.57 ‐0.50 0.00 0.00 0.00 0.00 0.48 0.26 1.90 ‐0.31 0.00 0.00 0.00 0.00

19 0.44 0.29 1.85 ‐0.73 0.32 0.31 1.79 ‐0.78 0.53 0.31 2.23 ‐0.41 0.47 0.30 1.94 ‐0.64

20 0.67 0.32 2.17 ‐0.45 0.43 0.33 2.08 ‐0.60 0.68 0.33 2.43 ‐0.31 0.62 0.31 2.17 ‐0.50

21 0.87 0.36 2.61 ‐0.18 0.50 0.33 2.26 ‐0.43 0.83 0.36 2.78 ‐0.19 0.74 0.34 2.61 ‐0.25

22 1.13 0.44 3.25 ‐0.12 0.61 0.37 2.98 ‐0.42 0.98 0.39 3.46 ‐0.07 0.91 0.39 3.36 ‐0.25

23 1.43 0.68 5.01 ‐0.18 0.80 0.47 3.83 ‐0.38 1.08 0.47 4.03 ‐0.23 1.16 0.50 4.54 ‐0.21

24 2.30 0.90 7.07 ‐0.08 1.14 0.58 4.34 ‐0.32 1.53 0.57 4.51 ‐0.20 1.56 0.57 4.78 0.01

25 0.17 0.13 0.79 ‐0.49 ‐0.09 0.13 0.67 ‐1.04 0.14 0.13 0.86 ‐0.45 0.05 0.12 0.87 ‐0.58

26 0.23 0.29 1.59 ‐0.83 0.21 0.28 1.58 ‐1.02 0.48 0.24 1.67 ‐0.36 0.47 0.23 1.68 ‐0.32

27 0.55 0.31 1.84 ‐0.97 0.26 0.24 1.57 ‐0.68 0.51 0.25 2.02 ‐0.34 0.44 0.24 1.67 ‐0.35

28 0.66 0.30 2.22 ‐0.34 0.32 0.26 1.84 ‐0.66 0.51 0.27 2.21 ‐0.38 0.51 0.27 2.02 ‐0.41

29 0.82 0.37 2.87 ‐0.40 0.33 0.24 2.08 ‐0.49 0.58 0.27 2.31 ‐0.29 0.53 0.26 2.32 ‐0.31

30 1.06 0.47 3.47 ‐0.42 0.41 0.27 2.60 ‐0.42 0.73 0.35 2.82 ‐0.23 0.62 0.29 2.44 ‐0.25

31 1.47 0.62 4.70 ‐0.28 0.41 0.22 1.60 ‐0.33 0.80 0.26 2.08 ‐0.02 0.60 0.24 1.97 ‐0.26

32 2.29 0.81 7.07 0.01 0.70 0.38 2.71 ‐0.42 1.32 0.44 3.59 ‐0.03 1.06 0.39 2.93 ‐0.09

33 0.15 0.11 0.79 ‐0.30 0.00 0.11 0.59 ‐0.60 0.17 0.11 0.80 ‐0.32 0.15 0.11 0.75 ‐0.34

34 0.13 0.25 1.52 ‐0.89 0.07 0.19 1.01 ‐0.76 0.28 0.20 1.38 ‐0.52 0.27 0.19 1.33 ‐0.49

35 0.35 0.28 2.10 ‐0.60 0.19 0.23 1.53 ‐0.69 0.33 0.22 1.59 ‐0.56 0.36 0.24 1.78 ‐0.50

36 0.52 0.28 1.95 ‐0.51 0.14 0.20 1.56 ‐0.75 0.35 0.21 1.69 ‐0.47 0.28 0.21 1.64 ‐0.59

37 0.67 0.31 2.24 ‐0.45 0.16 0.18 1.37 ‐0.70 0.39 0.21 1.82 ‐0.34 0.32 0.20 1.72 ‐0.36

38 0.97 0.38 2.85 ‐0.31 0.28 0.19 1.23 ‐0.71 0.52 0.20 1.58 ‐0.25 0.49 0.20 1.73 ‐0.25

39 1.39 0.62 4.76 ‐0.29 0.22 0.19 1.14 ‐0.59 0.56 0.22 1.70 ‐0.36 0.47 0.20 1.47 ‐0.31

40 2.00 0.80 6.27 ‐0.14 0.46 0.28 2.02 ‐0.40 0.91 0.33 2.67 ‐0.10 0.81 0.32 2.45 ‐0.12

41 0.25 0.13 0.90 ‐0.23 ‐0.14 0.14 0.51 ‐0.85 0.12 0.12 0.88 ‐0.42 0.03 0.11 0.62 ‐0.52

42 0.18 0.24 1.30 ‐0.78 ‐0.07 0.17 0.90 ‐0.97 0.25 0.17 1.25 ‐0.46 0.16 0.17 1.22 ‐0.54

43 0.37 0.31 1.65 ‐1.39 ‐0.03 0.18 1.04 ‐0.80 0.19 0.17 1.27 ‐0.54 0.10 0.17 1.25 ‐0.68

44 0.58 0.26 2.00 ‐0.32 ‐0.01 0.19 1.20 ‐0.95 0.24 0.18 1.44 ‐0.53 0.10 0.17 1.18 ‐0.59

45 0.59 0.29 2.22 ‐0.47 0.03 0.18 0.93 ‐0.82 0.22 0.19 1.42 ‐0.62 0.15 0.17 1.25 ‐0.59

46 0.84 0.36 2.72 ‐0.21 0.00 0.00 0.00 0.00 0.33 0.18 1.30 ‐0.36 0.00 0.00 0.00 0.00

47 1.13 0.49 4.10 ‐0.08 0.15 0.16 0.96 ‐0.49 0.42 0.17 1.24 ‐0.22 0.36 0.16 1.14 ‐0.23

48 1.97 0.75 6.21 ‐0.01 0.25 0.21 1.29 ‐0.36 0.63 0.25 2.10 ‐0.07 0.54 0.23 1.66 ‐0.13

49 0.21 0.12 0.80 ‐0.25 0.00 0.13 0.98 ‐0.51 0.15 0.10 0.80 ‐0.32 0.02 0.09 0.60 ‐0.35

50 0.31 0.25 1.58 ‐0.49 0.17 0.23 1.43 ‐0.62 0.21 0.16 1.35 ‐0.51 0.09 0.15 1.11 ‐0.58

51 0.44 0.27 1.96 ‐0.54 0.17 0.31 1.60 ‐0.86 0.22 0.18 1.43 ‐0.53 0.04 0.18 1.25 ‐0.81

52 0.51 0.25 1.87 ‐0.39 0.07 0.23 1.49 ‐0.82 0.23 0.18 1.52 ‐0.47 0.05 0.18 1.18 ‐0.87

53 0.63 0.28 2.08 ‐0.36 0.04 0.16 1.03 ‐0.70 0.25 0.17 1.41 ‐0.45 0.12 0.16 1.20 ‐0.71

54 0.83 0.33 2.59 ‐0.18 0.05 0.15 1.00 ‐0.71 0.28 0.16 1.32 ‐0.30 0.16 0.14 0.97 ‐0.63

55 1.19 0.53 4.32 ‐0.26 0.03 0.13 0.73 ‐0.55 0.31 0.16 1.23 ‐0.41 0.17 0.14 0.95 ‐0.50

56 1.84 0.75 6.30 ‐0.15 0.08 0.16 1.05 ‐0.42 0.46 0.21 1.78 ‐0.21 0.31 0.18 1.32 ‐0.27

57 0.22 0.12 0.78 ‐0.26 ‐0.09 0.12 0.54 ‐0.61 0.11 0.11 0.75 ‐0.37 ‐0.02 0.10 0.54 ‐0.43

58 0.32 0.20 1.20 ‐0.50 0.07 0.19 1.37 ‐0.92 0.16 0.17 1.25 ‐0.70 0.08 0.15 0.97 ‐0.57

59 0.48 0.29 1.70 ‐0.93 ‐0.40 0.37 1.22 ‐2.16 0.12 0.20 1.16 ‐0.86 0.06 0.16 1.21 ‐0.65

60 0.59 0.25 1.83 ‐0.29 0.11 0.22 1.33 ‐0.91 0.18 0.17 1.41 ‐0.60 0.07 0.16 1.22 ‐0.77

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.87 0.35 2.99 ‐0.13 ‐0.05 0.14 0.79 ‐0.80 0.20 0.15 1.34 ‐0.61 0.11 0.14 0.93 ‐0.55

63 1.06 0.46 3.97 ‐0.22 ‐0.05 0.12 0.57 ‐0.72 0.23 0.14 0.99 ‐0.49 0.13 0.12 0.75 ‐0.52

64 1.67 0.72 6.13 ‐0.22 ‐0.01 0.13 0.71 ‐0.48 0.33 0.17 1.23 ‐0.28 0.22 0.14 0.96 ‐0.26

Table B34 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 330o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.88 0.42 2.95 ‐0.24 0.62 0.33 2.48 ‐0.36 0.95 0.41 2.78 ‐0.15 0.74 0.31 2.39 ‐0.30

2 1.36 0.65 4.46 ‐0.30 1.25 0.57 4.35 ‐0.36 1.64 0.62 4.28 ‐0.10 1.45 0.53 4.22 ‐0.15

3 1.27 0.72 4.82 ‐0.23 1.80 0.81 5.72 ‐0.22 1.84 0.69 4.87 ‐0.19 1.84 0.65 5.18 ‐0.06

4 1.30 0.72 5.33 ‐0.18 1.58 0.74 5.54 ‐0.33 2.07 0.81 5.89 ‐0.01 2.42 0.80 5.88 0.13

5 1.15 0.55 4.45 ‐0.07 1.97 0.87 6.25 ‐0.22 1.65 0.65 5.16 0.05 2.48 0.88 6.38 0.23

6 1.27 0.53 3.92 ‐0.01 1.55 0.70 5.37 ‐0.20 1.62 0.57 4.20 0.16 1.87 0.66 5.27 0.19

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 2.50 1.21 9.63 ‐0.17 2.92 1.54 10.32 ‐0.35 3.29 1.37 10.09 ‐0.37 3.51 1.66 10.43 ‐0.04

9 0.19 0.20 1.23 ‐0.52 0.18 0.23 1.32 ‐0.62 0.34 0.20 1.44 ‐0.36 0.37 0.21 1.48 ‐0.36

10 0.47 0.29 1.79 ‐0.71 0.42 0.38 2.19 ‐1.36 0.67 0.28 2.03 ‐0.20 0.82 0.29 2.17 ‐0.13

11 0.57 0.29 2.03 ‐0.41 0.27 0.34 2.08 ‐0.76 0.60 0.30 2.31 ‐0.34 0.55 0.29 2.04 ‐0.38

12 0.77 0.34 2.55 ‐0.43 0.42 0.39 2.58 ‐0.69 0.71 0.36 2.53 ‐0.32 0.69 0.36 2.59 ‐0.37

13 0.91 0.39 2.88 ‐0.15 0.58 0.43 2.87 ‐0.59 0.87 0.39 2.87 ‐0.23 0.89 0.43 3.05 ‐0.29

14 1.20 0.48 3.95 ‐0.01 0.79 0.46 3.27 ‐0.38 1.10 0.45 3.70 0.04 1.17 0.48 3.66 ‐0.14

15 1.77 0.70 5.66 0.20 0.87 0.48 3.74 ‐0.29 1.33 0.52 4.47 0.08 1.35 0.53 4.54 0.04

16 2.34 0.86 6.85 ‐0.13 1.43 0.65 5.30 ‐0.28 1.84 0.64 5.51 ‐0.05 1.96 0.65 5.46 ‐0.04

17 0.24 0.14 1.04 ‐0.24 0.08 0.16 1.09 ‐0.51 0.24 0.14 0.97 ‐0.32 0.21 0.14 0.94 ‐0.34

18 0.53 0.26 1.82 ‐0.48 0.00 0.00 0.00 0.00 0.44 0.25 1.71 ‐0.35 0.00 0.00 0.00 0.00

19 0.67 0.35 2.41 ‐0.47 0.23 0.29 1.82 ‐0.73 0.45 0.28 2.07 ‐0.43 0.38 0.28 1.75 ‐0.64

20 0.78 0.33 2.54 ‐0.47 0.24 0.27 1.84 ‐0.62 0.49 0.28 2.27 ‐0.37 0.41 0.28 1.98 ‐0.46

21 0.96 0.37 2.99 ‐0.10 0.27 0.24 1.69 ‐0.52 0.58 0.26 2.46 ‐0.23 0.47 0.26 1.96 ‐0.29

22 1.20 0.44 3.80 0.06 0.33 0.24 1.91 ‐0.51 0.73 0.28 2.86 ‐0.04 0.61 0.29 2.36 ‐0.20

23 1.61 0.71 5.65 0.15 0.50 0.33 2.88 ‐0.35 0.84 0.33 2.85 ‐0.03 0.93 0.42 3.33 ‐0.23

24 2.41 0.93 7.74 0.10 0.78 0.51 3.84 ‐0.40 1.32 0.51 3.98 ‐0.04 1.51 0.60 4.67 0.03

25 0.15 0.12 0.77 ‐0.38 ‐0.17 0.15 0.54 ‐0.86 0.06 0.12 0.71 ‐0.44 ‐0.02 0.10 0.58 ‐0.57

26 0.40 0.25 1.63 ‐0.83 0.02 0.24 1.33 ‐1.17 0.25 0.18 1.38 ‐0.46 0.18 0.18 1.24 ‐0.62

27 0.66 0.30 2.17 ‐0.70 0.11 0.20 1.41 ‐0.82 0.29 0.20 1.68 ‐0.44 0.18 0.19 1.34 ‐0.54

28 0.74 0.32 2.49 ‐0.22 0.16 0.20 1.44 ‐0.64 0.31 0.20 1.76 ‐0.50 0.24 0.19 1.23 ‐0.53

29 0.93 0.40 3.50 ‐0.08 0.18 0.19 1.31 ‐0.69 0.41 0.20 1.81 ‐0.50 0.29 0.19 1.38 ‐0.39

30 1.15 0.47 4.04 ‐0.05 0.27 0.21 1.52 ‐0.52 0.58 0.26 2.12 ‐0.20 0.46 0.25 1.91 ‐0.44

31 1.66 0.67 5.68 0.08 0.27 0.18 1.34 ‐0.40 0.67 0.24 1.83 ‐0.08 0.50 0.22 1.66 ‐0.26

32 2.51 0.87 7.36 0.33 0.44 0.28 2.16 ‐0.46 1.07 0.39 3.14 0.06 0.86 0.37 2.74 ‐0.25

33 0.18 0.13 0.81 ‐0.33 ‐0.08 0.12 0.61 ‐0.74 0.11 0.10 0.79 ‐0.34 0.07 0.10 0.72 ‐0.42

34 0.37 0.28 1.62 ‐0.63 0.03 0.18 1.18 ‐0.85 0.22 0.16 1.40 ‐0.54 0.16 0.15 1.18 ‐0.71

35 0.57 0.33 2.08 ‐0.52 0.15 0.21 1.48 ‐0.82 0.28 0.19 1.62 ‐0.51 0.21 0.18 1.26 ‐0.57

36 0.64 0.30 2.19 ‐0.34 0.13 0.21 1.47 ‐0.90 0.31 0.20 1.62 ‐0.50 0.20 0.19 1.29 ‐0.74

37 0.83 0.33 2.85 ‐0.19 0.11 0.18 1.23 ‐0.80 0.34 0.19 1.57 ‐0.43 0.22 0.18 1.31 ‐0.44

38 1.09 0.39 3.40 0.02 0.14 0.17 1.14 ‐0.63 0.42 0.19 1.50 ‐0.40 0.32 0.18 1.35 ‐0.39

39 1.66 0.70 5.90 ‐0.07 0.13 0.16 0.91 ‐0.46 0.47 0.19 1.49 ‐0.22 0.33 0.18 1.27 ‐0.33

40 2.31 0.84 6.99 ‐0.13 0.24 0.21 1.39 ‐0.35 0.67 0.28 2.14 ‐0.16 0.54 0.27 2.05 ‐0.22

41 0.24 0.13 0.94 ‐0.25 ‐0.16 0.17 0.68 ‐0.91 0.11 0.11 0.77 ‐0.44 0.01 0.10 0.62 ‐0.49

42 0.27 0.24 1.30 ‐0.75 ‐0.10 0.20 1.14 ‐1.00 0.21 0.16 1.30 ‐0.50 0.09 0.16 1.08 ‐0.65

43 0.44 0.31 1.80 ‐0.91 0.01 0.22 1.31 ‐1.04 0.22 0.19 1.48 ‐0.51 0.06 0.19 1.23 ‐0.98

44 0.72 0.29 2.44 ‐0.26 0.07 0.21 1.60 ‐0.99 0.28 0.20 1.52 ‐0.50 0.12 0.19 1.48 ‐0.66

45 0.73 0.34 3.05 ‐0.40 0.05 0.19 1.39 ‐1.08 0.26 0.19 1.63 ‐0.56 0.14 0.18 1.56 ‐0.54

46 1.02 0.40 3.17 ‐0.06 0.00 0.00 0.00 0.00 0.29 0.18 1.58 ‐0.47 0.00 0.00 0.00 0.00

47 1.44 0.57 4.67 ‐0.10 0.01 0.13 0.65 ‐0.60 0.30 0.17 1.24 ‐0.54 0.22 0.15 1.06 ‐0.40

48 2.26 0.81 6.30 0.08 0.06 0.16 0.98 ‐0.50 0.43 0.21 1.52 ‐0.25 0.33 0.19 1.36 ‐0.25

49 0.24 0.13 0.95 ‐0.28 0.03 0.12 0.86 ‐0.64 0.14 0.10 0.87 ‐0.38 0.01 0.09 0.58 ‐0.49

50 0.43 0.27 1.58 ‐0.40 0.21 0.20 1.39 ‐0.79 0.26 0.17 1.33 ‐0.47 0.09 0.16 1.16 ‐0.60

51 0.56 0.31 2.17 ‐0.34 0.19 0.24 1.56 ‐0.84 0.29 0.20 1.57 ‐0.52 0.10 0.19 1.35 ‐0.65

52 0.60 0.27 2.01 ‐0.26 0.16 0.24 1.74 ‐1.10 0.28 0.21 1.76 ‐0.51 0.11 0.19 1.49 ‐0.71

53 0.77 0.30 2.32 ‐0.11 0.07 0.19 1.31 ‐1.15 0.26 0.20 1.75 ‐0.48 0.12 0.18 1.60 ‐0.61

54 1.00 0.35 2.99 0.00 ‐0.03 0.15 0.93 ‐0.93 0.25 0.19 1.75 ‐0.50 0.13 0.17 1.39 ‐0.76

55 1.48 0.61 4.87 0.03 ‐0.07 0.12 0.57 ‐0.74 0.23 0.17 1.18 ‐0.73 0.13 0.15 1.05 ‐0.64

56 2.20 0.82 6.60 0.07 ‐0.06 0.12 0.68 ‐0.50 0.29 0.18 1.28 ‐0.44 0.19 0.16 1.06 ‐0.43

57 0.23 0.13 0.91 ‐0.24 ‐0.04 0.13 0.72 ‐0.76 0.13 0.11 0.84 ‐0.43 0.01 0.10 0.61 ‐0.56

58 0.36 0.22 1.39 ‐0.48 0.09 0.20 1.21 ‐0.85 0.10 0.19 1.20 ‐0.64 0.07 0.16 1.21 ‐0.63

59 0.60 0.27 1.94 ‐0.51 ‐0.04 0.24 1.33 ‐1.44 0.02 0.27 1.32 ‐0.98 0.11 0.19 1.37 ‐0.72

60 0.70 0.27 2.12 ‐0.20 0.00 0.22 1.29 ‐1.16 0.27 0.22 1.75 ‐0.58 0.12 0.20 1.41 ‐1.00

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.10 0.39 3.27 ‐0.03 ‐0.10 0.14 0.86 ‐0.97 0.19 0.19 1.46 ‐0.62 0.10 0.17 1.48 ‐0.70

63 1.40 0.56 4.93 0.13 ‐0.13 0.11 0.38 ‐1.05 0.16 0.16 1.21 ‐0.69 0.07 0.14 1.20 ‐0.77

64 2.13 0.77 5.94 0.15 ‐0.10 0.11 0.50 ‐0.55 0.18 0.14 1.00 ‐0.46 0.10 0.13 0.84 ‐0.44

Table B35 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 340o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.58 0.28 2.31 ‐0.29 0.58 0.33 2.33 ‐0.62 0.87 0.39 2.84 ‐0.25 0.70 0.34 2.45 ‐0.39

2 0.81 0.44 3.60 ‐0.45 1.09 0.58 3.95 ‐0.74 1.48 0.61 4.32 ‐0.07 1.39 0.60 4.27 ‐0.31

3 0.74 0.44 3.57 ‐0.43 1.26 0.74 5.31 ‐0.84 1.40 0.67 4.80 ‐0.34 1.61 0.70 5.32 ‐0.29

4 0.84 0.43 3.48 ‐0.27 1.18 0.69 5.26 ‐0.66 1.45 0.70 5.27 ‐0.25 1.88 0.79 5.79 ‐0.09

5 0.87 0.42 3.30 ‐0.40 1.13 0.69 5.15 ‐0.62 1.23 0.58 4.57 ‐0.11 1.74 0.76 6.05 ‐0.21

6 1.03 0.45 3.42 ‐0.25 0.98 0.55 4.08 ‐0.46 1.28 0.52 4.50 ‐0.11 1.43 0.59 4.78 ‐0.21

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 2.21 0.98 7.83 ‐0.22 2.41 1.14 8.04 ‐0.89 2.65 1.11 8.24 ‐0.32 3.22 1.23 8.87 ‐0.23

9 0.06 0.16 0.97 ‐0.63 0.02 0.24 1.38 ‐0.96 0.27 0.18 1.25 ‐0.48 0.27 0.22 1.40 ‐0.47

10 0.38 0.29 1.79 ‐0.83 0.28 0.33 2.07 ‐1.17 0.49 0.27 2.03 ‐0.36 0.57 0.29 1.96 ‐0.34

11 0.48 0.30 2.10 ‐0.63 0.02 0.28 1.75 ‐1.06 0.35 0.28 2.24 ‐0.57 0.25 0.28 1.81 ‐0.67

12 0.83 0.34 2.62 ‐0.26 0.13 0.29 1.86 ‐0.88 0.41 0.30 2.41 ‐0.56 0.33 0.31 2.13 ‐0.62

13 0.81 0.37 2.78 ‐0.30 0.17 0.28 1.96 ‐0.72 0.49 0.30 2.43 ‐0.49 0.43 0.32 2.51 ‐0.64

14 1.03 0.45 3.41 ‐0.18 0.40 0.30 2.20 ‐0.50 0.66 0.30 2.54 ‐0.17 0.62 0.33 2.78 ‐0.32

15 1.67 0.69 5.42 0.05 0.40 0.36 2.31 ‐0.59 0.84 0.36 3.45 ‐0.19 0.88 0.42 3.20 ‐0.32

16 2.30 0.89 6.89 ‐0.16 1.03 0.68 5.13 ‐0.70 1.46 0.63 4.99 ‐0.50 1.59 0.66 4.89 ‐0.42

17 0.24 0.13 1.01 ‐0.26 ‐0.02 0.15 0.90 ‐0.71 0.14 0.13 0.93 ‐0.44 0.10 0.13 0.89 ‐0.54

18 0.49 0.27 1.68 ‐0.70 0.00 0.00 0.00 0.00 0.27 0.21 1.51 ‐0.75 0.00 0.00 0.00 0.00

19 0.77 0.34 2.40 ‐0.92 0.12 0.27 1.81 ‐1.20 0.26 0.23 1.63 ‐0.83 0.13 0.22 1.56 ‐0.76

20 0.83 0.32 2.35 ‐0.17 0.09 0.24 1.75 ‐0.92 0.29 0.22 1.63 ‐0.63 0.16 0.21 1.55 ‐0.70

21 0.96 0.35 3.03 ‐0.11 0.10 0.23 1.67 ‐0.77 0.38 0.21 1.72 ‐0.47 0.22 0.21 1.55 ‐0.55

22 1.14 0.43 3.44 ‐0.09 0.07 0.21 1.38 ‐0.94 0.50 0.22 1.69 ‐0.27 0.33 0.22 1.68 ‐0.43

23 1.61 0.65 5.52 0.07 0.19 0.23 1.72 ‐0.72 0.56 0.24 2.03 ‐0.22 0.56 0.30 2.40 ‐0.28

24 2.28 1.02 7.83 ‐0.14 0.29 0.33 2.70 ‐0.60 0.96 0.42 3.38 ‐0.32 1.09 0.53 3.95 ‐0.24

25 0.13 0.12 0.68 ‐0.54 ‐0.11 0.16 0.68 ‐0.85 0.03 0.14 0.71 ‐0.66 ‐0.05 0.10 0.47 ‐0.61

26 0.49 0.24 1.60 ‐0.53 0.17 0.27 1.58 ‐1.09 0.19 0.19 1.35 ‐0.58 0.09 0.17 1.06 ‐0.78

27 0.66 0.30 1.98 ‐0.46 0.18 0.26 1.76 ‐1.10 0.25 0.21 1.68 ‐0.59 0.11 0.21 1.44 ‐0.69

28 0.72 0.31 2.36 ‐0.21 0.08 0.24 1.69 ‐1.08 0.28 0.22 1.77 ‐0.94 0.17 0.21 1.61 ‐0.61

29 0.99 0.36 2.92 ‐0.14 0.04 0.21 1.33 ‐1.01 0.34 0.21 1.64 ‐0.62 0.20 0.20 1.53 ‐0.52

30 1.10 0.43 3.35 ‐0.17 0.03 0.18 1.22 ‐0.99 0.40 0.22 1.87 ‐0.53 0.29 0.20 1.50 ‐0.41

31 1.64 0.68 5.38 ‐0.01 0.01 0.15 0.89 ‐0.89 0.43 0.21 1.61 ‐0.38 0.28 0.19 1.22 ‐0.39

32 2.44 0.97 7.52 ‐0.19 0.11 0.18 1.28 ‐0.53 0.67 0.30 2.23 ‐0.31 0.43 0.28 2.11 ‐0.44

33 0.22 0.13 0.89 ‐0.33 ‐0.12 0.17 0.86 ‐0.99 0.11 0.11 0.84 ‐0.53 0.03 0.10 0.64 ‐0.54

34 0.50 0.24 1.59 ‐0.47 0.03 0.24 1.43 ‐1.29 0.23 0.18 1.35 ‐0.62 0.14 0.16 1.16 ‐0.71

35 0.74 0.38 2.50 ‐0.85 0.16 0.27 1.68 ‐1.18 0.30 0.22 1.85 ‐0.78 0.22 0.21 1.61 ‐0.85

36 0.80 0.33 2.62 ‐0.30 0.07 0.24 1.57 ‐1.44 0.32 0.23 1.77 ‐0.76 0.22 0.22 1.78 ‐0.76

37 0.84 0.37 2.86 ‐0.25 ‐0.03 0.21 1.38 ‐1.27 0.31 0.23 1.91 ‐0.71 0.19 0.21 1.80 ‐0.71

38 1.24 0.41 3.39 0.02 ‐0.02 0.17 0.95 ‐1.03 0.32 0.21 1.82 ‐0.84 0.19 0.20 1.61 ‐0.75

39 1.75 0.72 5.41 ‐0.01 ‐0.06 0.13 0.59 ‐1.04 0.33 0.19 1.60 ‐0.78 0.18 0.17 1.19 ‐0.85

40 2.45 0.88 6.80 ‐0.11 0.02 0.15 0.87 ‐0.56 0.39 0.21 1.53 ‐0.47 0.23 0.20 1.41 ‐0.37

41 0.27 0.12 0.94 ‐0.20 ‐0.05 0.18 0.99 ‐0.91 0.14 0.12 0.90 ‐0.46 0.04 0.10 0.65 ‐0.50

42 0.42 0.24 1.54 ‐0.53 ‐0.12 0.23 1.16 ‐1.27 0.24 0.19 1.35 ‐0.70 0.10 0.19 1.23 ‐0.65

43 0.65 0.35 2.29 ‐0.76 ‐0.04 0.26 1.41 ‐1.23 0.28 0.23 1.73 ‐0.88 ‐0.13 0.30 1.53 ‐1.12

44 0.83 0.34 2.58 ‐0.22 0.01 0.25 1.52 ‐1.20 0.31 0.25 1.87 ‐0.66 0.20 0.24 1.89 ‐0.66

45 0.77 0.38 2.80 ‐0.33 ‐0.05 0.21 1.39 ‐1.24 0.28 0.25 1.86 ‐0.67 0.19 0.23 1.89 ‐0.69

46 1.07 0.40 3.07 ‐0.01 0.00 0.00 0.00 0.00 0.25 0.23 1.79 ‐0.68 0.00 0.00 0.00 0.00

47 1.81 0.66 5.41 0.09 ‐0.12 0.12 0.53 ‐0.91 0.19 0.19 1.49 ‐0.72 0.10 0.17 1.35 ‐0.91

48 2.50 0.83 6.69 0.22 ‐0.12 0.11 0.50 ‐0.62 0.21 0.17 1.05 ‐0.72 0.10 0.15 0.92 ‐0.63

49 0.34 0.13 1.06 ‐0.15 ‐0.05 0.16 0.85 ‐0.91 0.15 0.12 0.97 ‐0.41 0.04 0.11 0.76 ‐0.69

50 0.63 0.25 1.79 ‐0.42 0.05 0.24 1.37 ‐1.02 0.29 0.20 1.56 ‐0.54 0.13 0.19 1.47 ‐0.70

51 0.75 0.36 2.56 ‐0.77 ‐0.04 0.26 1.58 ‐1.30 0.33 0.24 1.73 ‐0.50 0.14 0.25 1.87 ‐0.84

52 0.68 0.32 2.38 ‐0.28 ‐0.02 0.24 1.64 ‐1.22 0.32 0.26 1.88 ‐0.75 0.21 0.25 2.15 ‐0.65

53 0.84 0.36 2.93 ‐0.26 ‐0.07 0.21 1.01 ‐1.27 0.27 0.25 1.95 ‐0.67 0.19 0.24 2.12 ‐0.75

54 1.13 0.40 3.14 ‐0.02 ‐0.03 0.16 0.84 ‐1.00 0.21 0.23 1.87 ‐0.80 0.13 0.22 1.75 ‐0.82

55 1.77 0.71 5.32 0.02 ‐0.11 0.11 0.50 ‐0.83 0.14 0.19 1.75 ‐0.96 0.06 0.18 1.45 ‐0.87

56 2.50 0.86 7.33 0.32 ‐0.17 0.09 0.36 ‐0.66 0.11 0.15 0.91 ‐0.84 0.02 0.13 0.79 ‐0.75

57 0.22 0.13 0.86 ‐0.24 ‐0.09 0.16 0.77 ‐1.02 0.16 0.13 0.94 ‐0.51 0.04 0.11 0.75 ‐0.56

58 0.50 0.24 1.66 ‐0.43 ‐0.01 0.23 1.32 ‐1.02 0.17 0.21 1.40 ‐0.72 0.13 0.19 1.38 ‐0.69

59 0.66 0.31 2.15 ‐0.42 ‐0.12 0.24 1.61 ‐1.46 0.13 0.29 1.79 ‐0.93 0.17 0.24 1.76 ‐0.65

60 0.85 0.31 2.67 ‐0.02 ‐0.09 0.23 1.42 ‐1.37 0.31 0.25 2.00 ‐0.64 0.23 0.25 2.04 ‐0.63

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.53 0.46 3.82 0.29 ‐0.17 0.14 0.68 ‐0.97 0.17 0.22 1.83 ‐0.90 0.12 0.21 1.63 ‐0.95

63 1.62 0.66 5.04 0.00 ‐0.26 0.10 0.32 ‐0.89 0.09 0.18 1.26 ‐0.95 0.02 0.17 1.19 ‐0.90

64 2.49 0.83 6.86 0.31 ‐0.20 0.09 0.35 ‐0.62 0.07 0.13 0.87 ‐0.68 ‐0.02 0.12 0.69 ‐0.85

Table B36 ‐  Configuration #2

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 15
o, θ = 350o

Tap 

No #

Array A Array B Array C Array D
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Appendix C – Mean, Standard Deviation, Maximum and Minimum 𝑪𝑪𝒑𝒑𝒑𝒑 on Panels - 
Configuration #3  
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.27 0.16 1.24 ‐0.28 0.17 0.20 1.44 ‐0.63 0.31 0.24 1.72 ‐0.64 0.30 0.25 1.68 ‐0.57

2 0.49 0.26 1.90 ‐0.29 0.35 0.30 2.31 ‐0.73 0.52 0.36 2.65 ‐0.56 0.60 0.40 2.91 ‐0.47

3 0.62 0.30 2.46 ‐0.20 0.36 0.35 2.71 ‐0.64 0.51 0.40 3.09 ‐0.67 0.67 0.47 3.48 ‐0.57

4 0.70 0.32 2.68 ‐0.14 0.31 0.30 2.48 ‐0.72 0.55 0.42 3.33 ‐0.61 0.77 0.50 4.19 ‐0.48

5 0.72 0.33 2.66 ‐0.12 0.32 0.34 2.46 ‐0.62 0.50 0.40 3.58 ‐0.67 0.79 0.51 4.20 ‐0.46

6 0.81 0.36 2.77 ‐0.01 0.30 0.34 2.52 ‐0.69 0.48 0.35 3.05 ‐0.76 0.73 0.48 3.81 ‐0.31

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 1.97 0.61 5.16 0.41 0.96 0.67 4.70 ‐1.01 1.14 0.68 5.16 ‐0.66 1.54 0.81 5.79 ‐0.57

9 0.12 0.10 0.65 ‐0.30 0.06 0.15 1.13 ‐0.67 0.13 0.15 1.03 ‐0.51 0.12 0.16 1.05 ‐0.49

10 0.40 0.20 1.42 ‐0.30 0.10 0.21 1.65 ‐1.07 0.20 0.23 1.73 ‐0.79 0.24 0.24 1.68 ‐0.62

11 0.57 0.26 1.96 ‐0.24 0.03 0.20 1.82 ‐0.91 0.15 0.25 1.91 ‐0.70 0.15 0.26 1.96 ‐0.76

12 0.73 0.31 2.28 ‐0.11 0.02 0.19 1.81 ‐0.89 0.17 0.24 1.86 ‐0.84 0.18 0.25 1.99 ‐0.87

13 0.81 0.33 2.43 0.03 0.00 0.17 1.13 ‐0.71 0.17 0.21 1.75 ‐0.77 0.21 0.23 1.83 ‐0.70

14 1.00 0.38 3.00 0.15 0.02 0.17 0.87 ‐0.75 0.21 0.20 1.57 ‐0.54 0.29 0.22 1.65 ‐0.54

15 1.46 0.59 4.46 0.24 ‐0.01 0.19 1.18 ‐0.90 0.24 0.25 1.74 ‐0.58 0.36 0.29 2.09 ‐0.61

16 2.01 0.69 5.63 0.28 0.23 0.44 3.18 ‐1.06 0.62 0.48 3.21 ‐0.59 0.83 0.51 4.12 ‐0.38

17 0.21 0.11 0.79 ‐0.23 0.02 0.16 1.09 ‐0.71 0.06 0.16 1.17 ‐0.70 0.09 0.14 1.03 ‐0.52

18 0.43 0.21 1.57 ‐0.36 0.00 0.00 0.00 0.00 0.18 0.22 1.68 ‐0.80 0.00 0.00 0.00 0.00

19 0.62 0.26 2.07 ‐0.19 0.06 0.21 1.76 ‐0.93 0.20 0.23 1.83 ‐0.77 0.21 0.23 1.70 ‐0.84

20 0.77 0.31 2.52 ‐0.04 0.03 0.19 1.50 ‐1.01 0.20 0.22 1.92 ‐0.78 0.22 0.23 1.85 ‐0.83

21 0.89 0.36 3.05 ‐0.01 ‐0.01 0.16 1.11 ‐0.84 0.16 0.20 1.64 ‐0.69 0.20 0.21 1.85 ‐0.77

22 1.07 0.40 3.31 0.16 ‐0.03 0.14 0.75 ‐0.75 0.14 0.18 1.31 ‐0.90 0.19 0.20 1.59 ‐0.80

23 1.50 0.60 4.87 0.16 ‐0.03 0.12 0.62 ‐0.73 0.14 0.18 1.19 ‐0.71 0.26 0.22 1.67 ‐0.68

24 2.08 0.73 6.08 0.33 ‐0.03 0.12 1.24 ‐0.69 0.23 0.27 2.09 ‐0.56 0.43 0.37 2.74 ‐0.42

25 0.15 0.10 0.72 ‐0.42 0.01 0.14 0.90 ‐0.83 0.09 0.14 1.00 ‐0.63 0.05 0.11 0.81 ‐0.60

26 0.45 0.20 1.39 ‐0.22 0.04 0.21 1.44 ‐0.99 0.18 0.21 1.60 ‐0.68 0.19 0.21 1.56 ‐0.56

27 0.63 0.25 2.11 ‐0.15 0.03 0.21 1.58 ‐1.05 0.20 0.23 1.96 ‐0.89 0.23 0.24 1.89 ‐0.72

28 0.78 0.30 2.37 ‐0.12 ‐0.01 0.19 1.27 ‐1.01 0.18 0.22 2.02 ‐0.83 0.25 0.24 2.09 ‐0.85

29 0.90 0.34 2.88 ‐0.01 ‐0.03 0.15 0.96 ‐0.84 0.15 0.20 1.92 ‐0.90 0.22 0.22 2.01 ‐0.75

30 1.08 0.38 3.09 0.15 ‐0.05 0.12 0.67 ‐0.86 0.10 0.18 1.41 ‐0.64 0.18 0.20 1.63 ‐0.70

31 1.60 0.60 5.28 0.25 ‐0.06 0.08 0.41 ‐0.74 0.05 0.15 0.93 ‐0.83 0.11 0.16 1.11 ‐0.75

32 2.07 0.70 5.76 0.33 ‐0.06 0.07 0.39 ‐0.43 0.06 0.14 1.12 ‐0.50 0.09 0.16 1.23 ‐0.76

33 0.22 0.10 0.83 ‐0.12 0.00 0.16 1.08 ‐0.79 0.13 0.14 1.11 ‐0.52 0.10 0.13 0.84 ‐0.61

34 0.45 0.19 1.44 ‐0.21 ‐0.02 0.23 1.40 ‐1.25 0.21 0.21 1.68 ‐0.59 0.22 0.20 1.40 ‐0.77

35 0.66 0.26 2.07 ‐0.03 0.01 0.22 1.59 ‐1.23 0.23 0.24 1.98 ‐0.73 0.25 0.25 1.84 ‐0.66

36 0.83 0.31 2.51 ‐0.04 ‐0.05 0.20 1.13 ‐1.18 0.20 0.24 1.76 ‐0.97 0.23 0.26 2.06 ‐0.89

37 0.98 0.36 2.86 0.07 ‐0.06 0.15 0.81 ‐1.04 0.15 0.21 1.81 ‐0.90 0.24 0.24 1.91 ‐0.88

38 1.15 0.40 3.28 0.17 ‐0.07 0.11 0.50 ‐0.95 0.09 0.19 1.47 ‐0.98 0.17 0.21 1.51 ‐0.91

39 1.60 0.59 4.72 0.24 ‐0.06 0.08 0.29 ‐0.62 0.03 0.15 1.01 ‐0.93 0.08 0.17 1.07 ‐1.02

40 2.15 0.71 5.94 0.35 ‐0.08 0.06 0.32 ‐0.41 ‐0.01 0.09 0.59 ‐0.57 0.01 0.12 0.74 ‐0.81

41 0.25 0.11 0.92 ‐0.16 ‐0.01 0.15 0.99 ‐0.80 0.14 0.15 1.18 ‐0.51 0.12 0.13 0.94 ‐0.49

42 0.45 0.19 1.58 ‐0.24 ‐0.02 0.21 1.33 ‐1.11 0.20 0.21 1.62 ‐0.76 0.24 0.21 1.59 ‐0.47

43 0.63 0.25 1.99 ‐0.18 ‐0.03 0.21 1.20 ‐1.23 0.22 0.24 1.75 ‐0.60 0.29 0.25 2.05 ‐0.69

44 0.80 0.30 2.76 ‐0.09 ‐0.06 0.18 1.05 ‐1.25 0.19 0.24 1.77 ‐0.76 0.29 0.26 2.22 ‐0.67

45 0.89 0.34 2.93 ‐0.11 ‐0.08 0.15 0.75 ‐1.01 0.12 0.22 1.58 ‐0.74 0.24 0.25 1.86 ‐0.80

46 1.08 0.37 3.05 0.05 0.00 0.00 0.00 0.00 0.07 0.18 1.32 ‐0.81 0.00 0.00 0.00 0.00

47 1.68 0.59 4.88 0.12 ‐0.08 0.07 0.24 ‐0.51 ‐0.01 0.15 0.82 ‐0.97 0.06 0.17 1.35 ‐0.82

48 2.12 0.69 6.41 0.31 ‐0.08 0.06 0.37 ‐0.43 ‐0.03 0.09 0.40 ‐0.67 ‐0.02 0.10 0.77 ‐0.61

49 0.27 0.12 1.11 ‐0.15 ‐0.01 0.15 0.93 ‐0.89 0.13 0.15 1.15 ‐0.52 0.12 0.14 0.97 ‐0.53

50 0.52 0.22 1.65 ‐0.33 0.01 0.21 1.45 ‐1.07 0.21 0.22 1.55 ‐0.70 0.26 0.22 1.56 ‐0.49

51 0.67 0.29 2.11 ‐0.27 ‐0.04 0.21 1.36 ‐1.19 0.15 0.25 1.81 ‐0.76 0.29 0.26 2.09 ‐0.60

52 0.83 0.31 2.64 ‐0.03 ‐0.07 0.18 0.94 ‐1.30 0.12 0.24 1.67 ‐0.86 0.27 0.26 2.03 ‐0.74

53 0.99 0.36 2.89 0.09 ‐0.08 0.14 0.64 ‐1.00 0.11 0.22 1.83 ‐0.83 0.23 0.25 1.88 ‐0.82

54 1.15 0.39 3.17 0.07 ‐0.08 0.10 0.39 ‐0.70 0.05 0.18 1.57 ‐0.96 0.15 0.21 1.65 ‐0.93

55 1.70 0.60 5.43 0.18 ‐0.08 0.07 0.21 ‐0.45 ‐0.01 0.14 1.04 ‐0.92 0.04 0.17 1.08 ‐0.96

56 2.22 0.70 6.18 0.45 ‐0.09 0.06 0.24 ‐0.49 ‐0.03 0.08 0.32 ‐0.58 ‐0.03 0.10 0.63 ‐0.65

57 0.27 0.12 0.99 ‐0.21 0.00 0.15 0.95 ‐0.84 0.13 0.16 1.17 ‐0.64 0.13 0.14 1.11 ‐0.41

58 0.52 0.20 1.67 ‐0.18 0.00 0.20 1.24 ‐1.21 0.19 0.22 1.66 ‐0.68 0.25 0.22 1.66 ‐0.51

59 0.72 0.27 2.22 ‐0.11 ‐0.07 0.20 1.15 ‐1.16 0.20 0.24 1.92 ‐0.79 0.28 0.26 2.21 ‐0.59

60 0.83 0.31 2.57 0.00 ‐0.07 0.17 0.77 ‐1.40 0.16 0.24 1.70 ‐0.89 0.27 0.26 2.21 ‐0.74

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.18 0.39 3.39 0.14 ‐0.08 0.10 0.33 ‐0.77 0.06 0.18 1.51 ‐0.81 0.15 0.21 1.71 ‐0.86

63 1.77 0.61 5.03 0.23 ‐0.08 0.07 0.22 ‐0.42 ‐0.02 0.14 0.77 ‐0.93 0.05 0.17 1.14 ‐0.85

64 2.19 0.69 5.72 0.50 ‐0.10 0.07 0.34 ‐0.54 ‐0.03 0.08 0.30 ‐0.57 ‐0.03 0.10 0.66 ‐0.66

Table C1 ‐  Configuration #3

Array A Array B Array C Array D

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 0o

Tap 

No #

Page 113 of 225



Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.16 0.12 0.92 ‐0.33 0.02 0.17 1.16 ‐0.96 0.10 0.17 1.35 ‐0.58 0.12 0.16 1.29 ‐0.55

2 0.29 0.19 1.44 ‐0.39 0.07 0.22 1.46 ‐0.97 0.14 0.23 1.72 ‐0.77 0.23 0.25 1.80 ‐0.74

3 0.47 0.23 1.78 ‐0.28 0.05 0.21 1.59 ‐1.07 0.14 0.23 1.74 ‐0.91 0.24 0.27 2.24 ‐0.76

4 0.54 0.25 2.08 ‐0.16 0.05 0.18 1.30 ‐0.81 0.14 0.23 1.94 ‐1.01 0.25 0.26 2.55 ‐1.00

5 0.56 0.25 2.24 ‐0.18 0.03 0.17 1.34 ‐0.62 0.11 0.20 1.75 ‐0.79 0.23 0.25 2.64 ‐0.84

6 0.67 0.27 2.35 ‐0.22 0.02 0.18 1.28 ‐0.67 0.10 0.20 1.50 ‐1.04 0.23 0.23 2.55 ‐0.78

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 1.68 0.55 4.90 0.18 0.29 0.42 3.12 ‐1.02 0.36 0.38 2.78 ‐0.63 0.49 0.42 3.26 ‐0.59

9 0.07 0.09 0.58 ‐0.41 ‐0.01 0.17 0.96 ‐0.85 0.06 0.13 0.99 ‐0.76 0.11 0.14 1.02 ‐0.51

10 0.34 0.18 1.31 ‐0.29 0.01 0.22 1.50 ‐1.21 0.13 0.22 1.61 ‐0.73 0.20 0.22 1.68 ‐0.65

11 0.51 0.24 1.80 ‐0.25 ‐0.01 0.20 1.41 ‐1.20 0.12 0.24 1.86 ‐0.82 0.20 0.25 2.08 ‐0.88

12 0.67 0.27 2.30 ‐0.19 ‐0.03 0.18 1.19 ‐1.09 0.12 0.23 2.05 ‐1.04 0.20 0.24 2.11 ‐0.93

13 0.74 0.28 2.18 ‐0.07 ‐0.04 0.14 0.90 ‐0.90 0.07 0.20 1.81 ‐1.03 0.17 0.22 2.13 ‐0.95

14 0.95 0.33 2.86 0.11 ‐0.04 0.13 0.66 ‐0.75 0.05 0.17 1.40 ‐0.96 0.17 0.19 1.82 ‐0.72

15 1.41 0.49 4.18 0.12 ‐0.07 0.11 0.66 ‐0.68 0.05 0.16 1.10 ‐0.79 0.11 0.18 1.40 ‐0.65

16 1.88 0.57 4.93 0.06 ‐0.02 0.18 1.66 ‐0.79 0.11 0.22 1.87 ‐0.60 0.19 0.26 2.14 ‐0.66

17 0.18 0.10 0.77 ‐0.26 0.00 0.17 1.04 ‐0.97 0.03 0.17 1.07 ‐0.77 0.12 0.14 1.19 ‐0.50

18 0.35 0.20 1.32 ‐0.46 0.00 0.00 0.00 0.00 0.09 0.22 1.50 ‐0.90 0.00 0.00 0.00 0.00

19 0.56 0.24 1.74 ‐0.26 ‐0.01 0.21 1.63 ‐1.21 0.16 0.24 1.80 ‐0.75 0.23 0.25 1.92 ‐0.67

20 0.73 0.28 2.52 ‐0.04 ‐0.04 0.18 1.29 ‐1.06 0.14 0.23 1.87 ‐0.79 0.23 0.25 2.00 ‐0.67

21 0.82 0.32 2.80 ‐0.01 ‐0.05 0.15 0.89 ‐1.04 0.08 0.21 1.67 ‐0.76 0.19 0.23 2.21 ‐0.82

22 1.02 0.37 2.87 0.08 ‐0.06 0.11 0.69 ‐0.76 0.03 0.18 1.44 ‐0.96 0.12 0.20 1.68 ‐1.11

23 1.45 0.53 4.27 0.19 ‐0.06 0.08 0.50 ‐0.53 0.01 0.15 1.07 ‐0.97 0.08 0.17 1.41 ‐0.85

24 2.03 0.65 5.45 0.34 ‐0.06 0.08 0.52 ‐0.54 ‐0.01 0.11 1.09 ‐0.58 0.05 0.15 1.67 ‐0.66

25 0.12 0.10 0.69 ‐0.37 ‐0.01 0.14 0.84 ‐0.72 0.07 0.14 0.95 ‐0.79 0.07 0.11 0.82 ‐0.56

26 0.41 0.18 1.36 ‐0.27 0.01 0.21 1.49 ‐0.99 0.16 0.22 1.61 ‐0.81 0.25 0.21 1.59 ‐0.53

27 0.58 0.24 1.78 ‐0.22 ‐0.02 0.21 1.33 ‐1.30 0.16 0.24 1.86 ‐0.80 0.27 0.25 2.03 ‐0.61

28 0.74 0.28 2.18 ‐0.09 ‐0.05 0.18 1.21 ‐1.40 0.13 0.23 1.96 ‐0.88 0.25 0.26 2.20 ‐0.79

29 0.85 0.30 2.50 ‐0.03 ‐0.06 0.14 0.77 ‐1.15 0.09 0.21 1.89 ‐0.87 0.20 0.24 2.09 ‐0.56

30 1.02 0.35 3.22 0.01 ‐0.06 0.11 0.51 ‐0.84 0.01 0.18 1.42 ‐0.79 0.13 0.20 1.92 ‐0.61

31 1.48 0.55 4.83 0.14 ‐0.06 0.07 0.35 ‐0.55 ‐0.02 0.14 0.93 ‐1.08 0.06 0.16 1.26 ‐0.87

32 1.98 0.67 5.64 0.24 ‐0.06 0.06 0.35 ‐0.41 0.01 0.08 0.66 ‐0.55 ‐0.01 0.11 0.88 ‐0.89

33 0.21 0.10 0.80 ‐0.18 ‐0.03 0.16 0.99 ‐0.79 0.11 0.14 1.00 ‐0.47 0.10 0.13 0.86 ‐0.61

34 0.41 0.19 1.37 ‐0.26 ‐0.04 0.21 1.32 ‐1.23 0.16 0.21 1.52 ‐0.87 0.22 0.21 1.48 ‐0.58

35 0.62 0.24 1.81 ‐0.19 ‐0.03 0.21 1.46 ‐1.26 0.17 0.24 1.81 ‐0.94 0.27 0.26 1.84 ‐0.68

36 0.80 0.29 2.32 ‐0.09 ‐0.07 0.19 1.29 ‐1.36 0.15 0.24 1.89 ‐0.75 0.23 0.26 1.93 ‐0.67

37 0.92 0.34 2.94 ‐0.06 ‐0.07 0.15 0.88 ‐1.10 0.09 0.21 1.77 ‐0.83 0.21 0.25 1.97 ‐0.62

38 1.10 0.39 3.16 0.06 ‐0.07 0.11 0.53 ‐0.90 0.03 0.18 1.56 ‐0.80 0.13 0.21 2.01 ‐0.76

39 1.50 0.54 4.38 0.16 ‐0.07 0.07 0.30 ‐0.70 ‐0.02 0.14 1.04 ‐1.00 0.01 0.17 1.37 ‐0.84

40 2.06 0.68 5.58 0.27 ‐0.08 0.06 0.29 ‐0.40 ‐0.04 0.08 0.51 ‐0.63 ‐0.04 0.10 0.78 ‐0.87

41 0.25 0.11 0.85 ‐0.17 ‐0.01 0.15 0.93 ‐0.81 0.14 0.15 1.17 ‐0.58 0.13 0.13 0.99 ‐0.36

42 0.42 0.18 1.42 ‐0.19 ‐0.01 0.21 1.30 ‐1.05 0.19 0.21 1.56 ‐0.64 0.26 0.21 1.47 ‐0.39

43 0.62 0.24 1.96 ‐0.17 ‐0.03 0.21 1.24 ‐1.26 0.23 0.24 1.83 ‐0.69 0.32 0.25 1.96 ‐0.44

44 0.77 0.28 2.22 ‐0.09 ‐0.07 0.18 1.02 ‐1.33 0.18 0.24 1.67 ‐0.89 0.31 0.26 2.07 ‐0.65

45 0.84 0.30 2.53 ‐0.07 ‐0.07 0.15 0.73 ‐1.12 0.10 0.21 1.50 ‐0.99 0.25 0.25 1.92 ‐0.59

46 1.05 0.35 2.96 0.07 0.00 0.00 0.00 0.00 0.05 0.18 1.45 ‐0.80 0.00 0.00 0.00 0.00

47 1.58 0.58 4.66 0.19 ‐0.07 0.07 0.31 ‐0.64 ‐0.02 0.14 0.90 ‐0.99 0.04 0.16 1.39 ‐0.81

48 2.03 0.67 5.51 0.28 ‐0.07 0.06 0.38 ‐0.39 ‐0.03 0.08 0.38 ‐0.75 ‐0.04 0.10 0.73 ‐0.73

49 0.26 0.12 0.91 ‐0.20 0.01 0.15 1.01 ‐0.86 0.16 0.15 1.20 ‐0.48 0.13 0.13 1.08 ‐0.40

50 0.46 0.22 1.57 ‐0.41 0.03 0.21 1.51 ‐1.01 0.24 0.21 1.65 ‐0.62 0.28 0.21 1.53 ‐0.40

51 0.60 0.28 2.00 ‐0.55 0.00 0.21 1.45 ‐1.30 0.19 0.24 1.94 ‐0.61 0.33 0.25 1.89 ‐0.48

52 0.79 0.29 2.55 ‐0.08 ‐0.03 0.18 1.09 ‐1.15 0.16 0.24 1.91 ‐0.80 0.33 0.26 2.00 ‐0.73

53 0.96 0.35 3.04 0.01 ‐0.04 0.14 0.72 ‐0.98 0.13 0.21 1.74 ‐0.79 0.28 0.25 1.95 ‐0.70

54 1.15 0.40 3.33 0.08 ‐0.07 0.10 0.46 ‐0.95 0.06 0.18 1.35 ‐0.87 0.17 0.22 1.88 ‐0.74

55 1.59 0.57 4.73 0.24 ‐0.07 0.07 0.28 ‐0.61 ‐0.02 0.14 0.84 ‐0.95 0.04 0.17 1.27 ‐0.91

56 2.13 0.69 5.96 0.43 ‐0.07 0.07 0.40 ‐0.43 ‐0.03 0.08 0.30 ‐0.63 ‐0.06 0.10 0.56 ‐0.67

57 0.26 0.11 0.85 ‐0.13 0.03 0.15 1.04 ‐0.80 0.17 0.15 1.30 ‐0.48 0.15 0.13 1.09 ‐0.44

58 0.50 0.19 1.51 ‐0.19 0.06 0.21 1.57 ‐1.01 0.28 0.21 1.60 ‐0.71 0.30 0.21 1.64 ‐0.55

59 0.68 0.25 2.06 ‐0.18 ‐0.02 0.21 1.34 ‐1.18 0.29 0.24 1.98 ‐0.67 0.33 0.25 2.06 ‐0.62

60 0.81 0.29 2.59 ‐0.05 ‐0.03 0.18 1.30 ‐1.21 0.27 0.24 1.97 ‐0.81 0.33 0.26 2.12 ‐0.77

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.23 0.38 3.52 0.19 ‐0.05 0.10 0.55 ‐0.89 0.21 0.18 1.44 ‐0.75 0.18 0.21 1.86 ‐0.74

63 1.70 0.61 4.89 0.16 ‐0.05 0.08 0.36 ‐0.73 0.02 0.14 0.93 ‐0.88 0.05 0.17 1.30 ‐0.77

64 2.12 0.69 5.96 0.30 ‐0.05 0.09 0.46 ‐0.45 0.00 0.08 0.43 ‐0.64 ‐0.04 0.10 0.62 ‐0.70

Table C2 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 10o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.10 0.09 0.65 ‐0.22 ‐0.04 0.15 1.04 ‐1.05 0.09 0.13 0.99 ‐0.59 0.11 0.13 0.95 ‐0.46

2 0.15 0.15 0.98 ‐0.54 ‐0.03 0.19 1.45 ‐1.06 0.10 0.18 1.33 ‐0.88 0.19 0.19 1.37 ‐0.52

3 0.36 0.18 1.45 ‐0.41 ‐0.02 0.17 1.32 ‐1.22 0.11 0.19 1.60 ‐0.93 0.21 0.23 1.79 ‐0.56

4 0.44 0.19 1.58 ‐0.11 ‐0.02 0.14 0.86 ‐0.93 0.08 0.18 1.54 ‐0.96 0.19 0.22 1.75 ‐0.71

5 0.44 0.19 1.66 ‐0.12 ‐0.03 0.11 0.69 ‐0.69 0.03 0.16 1.48 ‐0.84 0.12 0.19 1.62 ‐0.82

6 0.50 0.21 1.75 ‐0.21 ‐0.02 0.10 0.71 ‐0.64 0.00 0.15 0.92 ‐1.19 0.07 0.17 1.33 ‐0.75

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 1.10 0.52 3.98 ‐0.14 0.04 0.19 2.08 ‐0.80 0.04 0.13 1.78 ‐0.57 0.03 0.14 1.40 ‐0.68

9 0.03 0.07 0.44 ‐0.40 ‐0.01 0.15 0.98 ‐0.83 0.06 0.12 0.79 ‐0.75 0.12 0.12 1.00 ‐0.54

10 0.29 0.16 1.12 ‐0.26 0.01 0.20 1.39 ‐1.23 0.22 0.21 1.49 ‐0.71 0.26 0.21 1.46 ‐0.54

11 0.46 0.20 1.64 ‐0.18 0.00 0.18 1.49 ‐1.24 0.20 0.23 1.87 ‐0.83 0.29 0.25 1.77 ‐0.57

12 0.61 0.24 1.98 ‐0.02 ‐0.03 0.16 1.26 ‐1.01 0.19 0.22 1.79 ‐0.87 0.29 0.25 2.01 ‐0.67

13 0.62 0.23 1.91 0.03 ‐0.04 0.13 0.77 ‐0.82 0.07 0.19 1.80 ‐0.95 0.21 0.22 1.75 ‐0.70

14 0.80 0.28 2.28 0.09 ‐0.02 0.10 0.51 ‐0.75 0.00 0.16 1.21 ‐0.78 0.14 0.18 1.47 ‐0.70

15 1.18 0.42 3.55 0.05 ‐0.05 0.08 0.38 ‐0.60 0.04 0.13 0.89 ‐0.73 0.02 0.15 1.06 ‐0.74

16 1.59 0.59 4.48 ‐0.10 ‐0.03 0.08 1.07 ‐0.49 0.08 0.10 1.05 ‐0.54 ‐0.03 0.11 1.02 ‐0.59

17 0.16 0.09 0.70 ‐0.17 ‐0.01 0.15 0.83 ‐0.73 0.09 0.16 1.17 ‐0.54 0.14 0.13 0.92 ‐0.41

18 0.30 0.18 1.19 ‐0.51 0.00 0.00 0.00 0.00 0.16 0.22 1.60 ‐0.73 0.00 0.00 0.00 0.00

19 0.52 0.21 1.57 ‐0.22 ‐0.01 0.20 1.24 ‐1.18 0.25 0.23 1.73 ‐0.68 0.29 0.24 1.81 ‐0.49

20 0.69 0.24 1.90 0.10 ‐0.03 0.17 1.11 ‐1.11 0.24 0.23 1.83 ‐0.68 0.27 0.24 1.94 ‐0.76

21 0.74 0.26 2.29 0.09 ‐0.04 0.13 0.86 ‐0.86 0.14 0.20 1.54 ‐0.67 0.23 0.23 1.80 ‐0.71

22 0.91 0.32 2.76 0.16 ‐0.04 0.10 0.47 ‐0.73 0.04 0.17 1.21 ‐0.80 0.10 0.19 1.41 ‐0.86

23 1.25 0.43 3.46 0.19 ‐0.03 0.08 0.33 ‐0.64 0.01 0.14 0.73 ‐0.85 0.02 0.16 0.99 ‐0.98

24 1.80 0.60 5.01 0.11 ‐0.02 0.08 0.44 ‐0.35 ‐0.02 0.09 0.51 ‐0.71 ‐0.04 0.11 0.74 ‐0.62

25 0.08 0.08 0.55 ‐0.36 0.00 0.12 0.76 ‐0.86 0.10 0.13 0.93 ‐0.66 0.07 0.09 0.67 ‐0.42

26 0.35 0.16 1.20 ‐0.11 0.06 0.20 1.42 ‐1.04 0.27 0.21 1.58 ‐0.65 0.30 0.20 1.48 ‐0.39

27 0.51 0.21 1.69 ‐0.05 0.02 0.20 1.48 ‐1.09 0.28 0.23 1.84 ‐0.63 0.31 0.24 1.92 ‐0.43

28 0.66 0.25 2.09 ‐0.02 ‐0.01 0.17 1.01 ‐1.07 0.25 0.23 1.87 ‐0.80 0.29 0.24 2.15 ‐0.53

29 0.76 0.26 2.19 0.00 ‐0.03 0.14 0.73 ‐0.95 0.20 0.20 1.80 ‐0.60 0.24 0.22 1.97 ‐0.63

30 0.95 0.32 2.63 0.08 ‐0.03 0.10 0.47 ‐0.77 0.07 0.17 1.39 ‐0.76 0.15 0.19 1.42 ‐0.68

31 1.37 0.46 4.00 0.10 ‐0.02 0.08 0.33 ‐0.48 0.01 0.14 0.95 ‐1.09 0.06 0.16 1.10 ‐0.89

32 1.84 0.56 4.78 0.13 ‐0.01 0.08 0.46 ‐0.40 0.06 0.09 0.54 ‐0.51 ‐0.04 0.11 0.62 ‐0.73

33 0.19 0.09 0.74 ‐0.14 ‐0.02 0.14 0.77 ‐0.79 0.16 0.13 1.03 ‐0.34 0.08 0.11 0.78 ‐0.47

34 0.35 0.17 1.25 ‐0.21 0.01 0.19 1.19 ‐0.98 0.24 0.19 1.51 ‐0.40 0.21 0.18 1.29 ‐0.59

35 0.55 0.21 1.68 ‐0.06 0.01 0.19 1.28 ‐1.03 0.27 0.22 1.74 ‐0.66 0.26 0.24 1.90 ‐0.58

36 0.73 0.25 2.10 0.04 ‐0.03 0.18 1.00 ‐1.30 0.28 0.22 1.88 ‐0.64 0.27 0.24 2.19 ‐0.59

37 0.82 0.28 2.65 0.05 ‐0.03 0.14 0.63 ‐1.06 0.22 0.20 1.85 ‐0.61 0.22 0.22 2.07 ‐0.76

38 0.99 0.35 3.11 0.15 ‐0.03 0.11 0.48 ‐0.80 0.13 0.17 1.45 ‐0.83 0.14 0.19 1.61 ‐0.80

39 1.36 0.48 4.00 0.22 ‐0.03 0.08 0.31 ‐0.47 0.04 0.14 0.86 ‐0.80 0.01 0.16 1.10 ‐0.81

40 1.97 0.62 5.44 0.38 ‐0.02 0.08 0.48 ‐0.36 ‐0.01 0.09 0.47 ‐0.64 ‐0.02 0.11 0.87 ‐0.63

41 0.23 0.10 0.86 ‐0.14 0.01 0.14 0.86 ‐0.72 0.19 0.13 1.22 ‐0.49 0.12 0.12 0.85 ‐0.37

42 0.37 0.16 1.35 ‐0.20 0.03 0.19 1.26 ‐0.95 0.27 0.19 1.60 ‐0.47 0.23 0.20 1.49 ‐0.47

43 0.58 0.22 1.86 ‐0.05 0.01 0.20 1.46 ‐1.01 0.35 0.22 2.05 ‐0.55 0.29 0.24 1.94 ‐0.55

44 0.71 0.25 2.20 0.06 ‐0.01 0.17 0.88 ‐1.01 0.31 0.22 1.99 ‐0.49 0.29 0.24 2.22 ‐0.60

45 0.74 0.26 2.11 0.02 ‐0.02 0.14 0.72 ‐0.97 0.22 0.20 1.93 ‐0.59 0.23 0.23 2.17 ‐0.51

46 0.97 0.32 2.75 0.17 0.00 0.00 0.00 0.00 0.18 0.17 1.56 ‐0.53 0.00 0.00 0.00 0.00

47 1.40 0.51 4.74 0.17 ‐0.02 0.08 0.35 ‐0.40 0.08 0.13 0.80 ‐0.86 0.04 0.15 0.95 ‐0.84

48 1.81 0.62 5.94 0.27 0.00 0.08 0.48 ‐0.31 0.03 0.09 0.51 ‐0.53 ‐0.01 0.11 0.59 ‐0.61

49 0.24 0.11 0.87 ‐0.23 0.03 0.14 0.97 ‐0.74 0.19 0.13 1.17 ‐0.32 0.09 0.12 0.83 ‐0.47

50 0.39 0.20 1.37 ‐0.38 0.08 0.20 1.27 ‐0.90 0.30 0.19 1.64 ‐0.41 0.22 0.20 1.46 ‐0.59

51 0.51 0.25 1.73 ‐0.67 0.02 0.20 1.27 ‐0.95 0.19 0.24 1.68 ‐0.80 0.25 0.24 2.07 ‐0.53

52 0.72 0.26 2.09 ‐0.05 0.02 0.17 1.06 ‐0.94 0.27 0.22 1.92 ‐0.48 0.26 0.24 2.02 ‐0.59

53 0.84 0.30 2.78 0.09 0.01 0.14 0.79 ‐0.82 0.24 0.20 1.60 ‐0.64 0.22 0.22 1.74 ‐0.66

54 1.02 0.37 3.21 0.13 ‐0.01 0.11 0.52 ‐0.66 0.18 0.17 1.34 ‐0.69 0.14 0.18 1.24 ‐0.79

55 1.40 0.52 4.41 0.16 0.00 0.09 0.39 ‐0.45 0.07 0.14 0.83 ‐0.90 0.05 0.15 0.81 ‐0.91

56 1.94 0.65 5.84 0.32 0.02 0.10 0.52 ‐0.34 0.04 0.11 0.56 ‐0.65 0.01 0.12 0.64 ‐0.72

57 0.22 0.10 0.81 ‐0.27 0.07 0.15 1.13 ‐0.68 0.16 0.13 1.02 ‐0.41 0.11 0.12 0.90 ‐0.49

58 0.45 0.18 1.51 ‐0.18 0.13 0.20 1.56 ‐0.91 0.29 0.20 1.56 ‐0.47 0.23 0.19 1.56 ‐0.49

59 0.62 0.23 1.87 ‐0.19 0.09 0.21 1.54 ‐1.09 0.33 0.22 1.95 ‐0.43 0.25 0.22 1.81 ‐0.71

60 0.75 0.27 2.29 ‐0.07 0.05 0.18 1.26 ‐1.30 0.34 0.22 2.08 ‐0.49 0.26 0.23 2.09 ‐0.67

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.18 0.36 3.20 0.26 ‐0.01 0.11 0.45 ‐0.70 0.36 0.17 1.63 ‐0.59 0.14 0.17 1.25 ‐0.84

63 1.47 0.56 4.62 0.19 0.01 0.09 0.39 ‐0.54 0.10 0.14 0.95 ‐0.88 0.09 0.14 0.87 ‐0.84

64 1.92 0.65 6.26 0.16 0.03 0.10 0.56 ‐0.37 0.11 0.11 0.70 ‐0.63 0.07 0.12 0.75 ‐0.53

Table C3 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 20o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.06 0.07 0.56 ‐0.30 ‐0.04 0.13 0.77 ‐0.75 0.11 0.11 0.86 ‐0.38 0.07 0.10 0.76 ‐0.41

2 0.06 0.13 0.82 ‐0.52 ‐0.01 0.15 1.24 ‐0.98 0.13 0.15 1.16 ‐0.54 0.11 0.15 1.17 ‐0.46

3 0.24 0.16 1.19 ‐0.48 ‐0.02 0.13 1.18 ‐1.07 0.15 0.16 1.43 ‐0.65 0.12 0.18 1.42 ‐0.55

4 0.34 0.16 1.25 ‐0.15 ‐0.02 0.12 0.96 ‐1.01 0.13 0.16 1.30 ‐0.56 0.11 0.18 1.53 ‐0.69

5 0.33 0.15 1.26 ‐0.22 ‐0.04 0.09 0.54 ‐0.74 0.07 0.14 1.15 ‐0.60 0.07 0.15 1.33 ‐0.67

6 0.38 0.18 1.47 ‐0.33 ‐0.02 0.07 0.33 ‐0.74 0.00 0.13 0.83 ‐0.95 0.04 0.12 0.99 ‐0.67

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.75 0.47 3.31 ‐0.26 0.01 0.07 0.70 ‐0.44 0.01 0.08 0.49 ‐0.63 0.00 0.08 0.41 ‐0.46

9 0.00 0.06 0.40 ‐0.38 0.03 0.13 0.91 ‐0.72 0.06 0.10 0.66 ‐0.49 0.08 0.11 0.83 ‐0.46

10 0.25 0.14 1.18 ‐0.29 0.07 0.18 1.39 ‐0.82 0.26 0.18 1.55 ‐0.55 0.20 0.18 1.38 ‐0.48

11 0.39 0.18 1.49 ‐0.19 0.04 0.17 1.40 ‐1.08 0.25 0.21 1.80 ‐0.63 0.22 0.20 1.59 ‐0.61

12 0.54 0.20 1.77 ‐0.08 0.00 0.15 1.10 ‐0.97 0.26 0.20 1.78 ‐0.53 0.23 0.20 1.83 ‐0.59

13 0.50 0.20 1.79 ‐0.13 ‐0.02 0.12 0.74 ‐1.03 0.12 0.17 1.41 ‐0.65 0.16 0.18 1.55 ‐0.51

14 0.62 0.24 1.98 ‐0.10 0.00 0.09 0.46 ‐0.76 0.03 0.14 1.16 ‐0.76 0.12 0.15 1.20 ‐0.73

15 0.92 0.37 3.02 ‐0.09 ‐0.03 0.07 0.29 ‐0.60 0.09 0.12 1.07 ‐0.68 0.01 0.12 0.77 ‐0.81

16 1.20 0.55 4.58 ‐0.14 0.00 0.07 0.40 ‐0.30 0.11 0.10 0.69 ‐0.53 ‐0.02 0.09 0.45 ‐0.67

17 0.12 0.08 0.60 ‐0.20 0.00 0.14 0.83 ‐0.67 0.08 0.14 1.09 ‐0.49 0.09 0.11 0.73 ‐0.36

18 0.24 0.16 1.12 ‐0.35 0.00 0.00 0.00 0.00 0.21 0.18 1.70 ‐0.57 0.00 0.00 0.00 0.00

19 0.46 0.19 1.62 ‐0.18 0.01 0.18 1.39 ‐1.23 0.29 0.20 2.19 ‐0.45 0.19 0.20 1.45 ‐0.65

20 0.61 0.21 1.86 0.00 ‐0.01 0.16 1.10 ‐0.96 0.30 0.20 1.80 ‐0.69 0.17 0.20 1.61 ‐0.64

21 0.65 0.23 2.08 ‐0.01 ‐0.02 0.13 0.89 ‐0.86 0.21 0.18 1.42 ‐0.68 0.16 0.18 1.50 ‐0.62

22 0.76 0.27 2.42 0.03 ‐0.03 0.10 0.52 ‐0.76 0.10 0.15 1.26 ‐0.66 0.06 0.15 1.05 ‐0.78

23 0.97 0.35 3.15 0.00 0.00 0.08 0.32 ‐0.64 0.08 0.13 1.10 ‐0.67 0.03 0.13 0.85 ‐0.97

24 1.39 0.57 4.68 ‐0.03 0.02 0.08 0.46 ‐0.35 0.03 0.10 0.57 ‐0.54 0.01 0.10 0.61 ‐0.56

25 0.05 0.07 0.45 ‐0.32 0.01 0.10 0.67 ‐0.59 0.10 0.11 0.90 ‐0.55 0.03 0.08 0.57 ‐0.39

26 0.29 0.14 1.15 ‐0.19 0.11 0.18 1.25 ‐0.74 0.27 0.18 1.53 ‐0.62 0.27 0.17 1.33 ‐0.40

27 0.45 0.19 1.63 ‐0.16 0.07 0.18 1.42 ‐0.93 0.29 0.21 1.63 ‐0.70 0.25 0.21 1.60 ‐0.53

28 0.59 0.22 1.90 ‐0.01 0.02 0.16 1.17 ‐0.93 0.28 0.20 1.71 ‐0.73 0.20 0.20 1.67 ‐0.72

29 0.65 0.23 2.03 0.02 0.00 0.13 0.86 ‐0.81 0.27 0.18 1.76 ‐0.62 0.16 0.18 1.42 ‐0.67

30 0.80 0.28 2.42 0.04 0.00 0.10 0.71 ‐0.88 0.13 0.15 1.27 ‐0.67 0.10 0.15 1.25 ‐0.76

31 1.18 0.40 3.54 0.03 0.02 0.08 0.41 ‐0.56 0.08 0.13 0.97 ‐0.75 0.08 0.13 0.85 ‐0.83

32 1.58 0.53 5.17 0.06 0.03 0.08 0.51 ‐0.34 0.14 0.10 0.64 ‐0.41 0.02 0.11 0.65 ‐0.72

33 0.17 0.08 0.71 ‐0.17 ‐0.01 0.13 0.78 ‐0.66 0.14 0.11 0.95 ‐0.36 0.02 0.10 0.67 ‐0.45

34 0.30 0.16 1.28 ‐0.32 0.03 0.17 1.10 ‐0.93 0.22 0.17 1.42 ‐0.39 0.14 0.16 1.21 ‐0.55

35 0.50 0.19 1.67 ‐0.11 0.04 0.18 1.42 ‐0.91 0.26 0.19 1.75 ‐0.65 0.13 0.20 1.46 ‐0.54

36 0.68 0.23 2.02 0.05 0.01 0.16 1.37 ‐1.00 0.30 0.19 1.85 ‐0.48 0.18 0.20 1.49 ‐0.75

37 0.75 0.25 2.18 0.09 0.00 0.13 1.05 ‐0.82 0.26 0.18 1.68 ‐0.49 0.14 0.18 1.55 ‐0.55

38 0.88 0.30 2.84 0.12 0.01 0.11 0.59 ‐0.98 0.21 0.15 1.39 ‐0.51 0.12 0.15 1.23 ‐0.61

39 1.12 0.39 3.43 0.14 0.01 0.09 0.47 ‐0.59 0.12 0.13 0.90 ‐0.55 0.03 0.13 0.69 ‐0.83

40 1.80 0.58 4.95 0.14 0.04 0.10 0.54 ‐0.40 0.07 0.11 0.59 ‐0.48 0.05 0.12 0.75 ‐0.55

41 0.20 0.09 0.77 ‐0.15 0.04 0.13 0.79 ‐0.56 0.18 0.12 1.19 ‐0.34 0.09 0.10 0.89 ‐0.41

42 0.30 0.14 1.20 ‐0.16 0.09 0.18 1.16 ‐0.75 0.23 0.17 1.32 ‐0.44 0.16 0.17 1.24 ‐0.58

43 0.52 0.20 1.70 ‐0.06 0.09 0.19 1.41 ‐0.92 0.34 0.20 1.66 ‐0.43 0.21 0.20 1.59 ‐0.55

44 0.62 0.23 2.09 ‐0.03 0.05 0.16 1.31 ‐0.93 0.32 0.20 1.64 ‐0.42 0.20 0.20 1.63 ‐0.49

45 0.62 0.23 1.95 ‐0.06 0.01 0.13 0.87 ‐0.86 0.23 0.18 1.52 ‐0.65 0.15 0.18 1.58 ‐0.61

46 0.90 0.30 2.78 0.02 0.00 0.00 0.00 0.00 0.22 0.15 1.37 ‐0.50 0.00 0.00 0.00 0.00

47 1.26 0.43 3.98 0.11 0.02 0.09 0.45 ‐0.61 0.15 0.13 1.03 ‐0.50 0.06 0.13 0.75 ‐0.71

48 1.64 0.53 4.87 0.07 0.04 0.09 0.52 ‐0.35 0.12 0.11 0.75 ‐0.52 0.06 0.12 0.76 ‐0.58

49 0.21 0.10 0.77 ‐0.20 0.06 0.13 0.86 ‐0.70 0.17 0.12 1.06 ‐0.36 0.03 0.11 0.87 ‐0.54

50 0.32 0.19 1.28 ‐0.37 0.11 0.19 1.35 ‐0.82 0.28 0.18 1.38 ‐0.39 0.12 0.17 1.56 ‐0.56

51 0.42 0.25 1.60 ‐0.56 ‐0.01 0.23 1.31 ‐1.13 0.23 0.20 1.58 ‐0.67 0.16 0.20 1.64 ‐0.56

52 0.62 0.24 2.05 ‐0.06 0.09 0.17 1.22 ‐0.88 0.26 0.19 1.64 ‐0.54 0.21 0.19 1.79 ‐0.48

53 0.73 0.27 2.46 ‐0.04 0.06 0.14 0.81 ‐0.71 0.24 0.18 1.61 ‐0.55 0.17 0.17 1.43 ‐0.51

54 0.87 0.33 3.04 0.02 0.01 0.11 0.58 ‐0.96 0.21 0.15 1.22 ‐0.54 0.13 0.14 1.20 ‐0.56

55 1.18 0.45 4.02 0.08 0.04 0.10 0.47 ‐0.60 0.14 0.13 0.78 ‐0.62 0.10 0.12 0.85 ‐0.73

56 1.87 0.60 5.18 0.14 0.07 0.11 0.61 ‐0.34 0.15 0.13 0.82 ‐0.54 0.12 0.13 0.77 ‐0.56

57 0.18 0.10 0.75 ‐0.18 0.11 0.13 0.92 ‐0.60 0.12 0.12 1.03 ‐0.44 0.09 0.11 0.77 ‐0.48

58 0.38 0.16 1.37 ‐0.12 0.21 0.19 1.52 ‐0.70 0.26 0.18 1.55 ‐0.43 0.19 0.16 1.33 ‐0.52

59 0.54 0.21 1.83 ‐0.11 0.20 0.20 1.50 ‐0.79 0.30 0.20 1.72 ‐0.48 0.23 0.19 1.62 ‐0.53

60 0.66 0.24 2.08 ‐0.11 0.12 0.17 1.35 ‐0.77 0.32 0.19 1.62 ‐0.45 0.22 0.18 1.79 ‐0.53

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.09 0.32 3.25 0.25 0.04 0.12 0.57 ‐0.94 0.43 0.15 1.44 ‐0.21 0.15 0.14 1.27 ‐0.54

63 1.24 0.49 4.74 0.00 0.06 0.10 0.52 ‐0.53 0.16 0.13 0.93 ‐0.59 0.16 0.12 0.81 ‐0.53

64 1.67 0.60 5.47 0.06 0.09 0.11 0.66 ‐0.34 0.24 0.13 0.89 ‐0.40 0.18 0.14 0.89 ‐0.55

Table C4 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 30o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.05 0.06 0.45 ‐0.21 ‐0.04 0.11 0.58 ‐0.67 0.10 0.09 0.73 ‐0.25 0.05 0.09 0.65 ‐0.37

2 0.03 0.11 0.60 ‐0.50 0.00 0.13 0.83 ‐1.00 0.11 0.11 0.87 ‐0.41 0.05 0.12 0.86 ‐0.46

3 0.18 0.14 0.78 ‐0.63 0.00 0.12 0.82 ‐0.71 0.13 0.13 1.02 ‐0.50 0.02 0.13 0.95 ‐0.48

4 0.27 0.13 0.93 ‐0.28 0.00 0.11 0.99 ‐0.81 0.13 0.13 1.18 ‐0.59 0.03 0.12 0.93 ‐0.53

5 0.26 0.13 1.02 ‐0.34 ‐0.04 0.08 0.69 ‐0.78 0.08 0.12 1.00 ‐0.62 0.01 0.10 0.87 ‐0.53

6 0.29 0.15 1.19 ‐0.57 ‐0.01 0.07 0.31 ‐0.59 0.03 0.11 0.72 ‐0.89 0.02 0.09 0.87 ‐0.63

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.60 0.39 2.79 ‐0.35 0.04 0.06 0.34 ‐0.34 0.05 0.09 0.44 ‐0.55 0.04 0.08 0.49 ‐0.43

9 ‐0.02 0.06 0.28 ‐0.46 0.05 0.10 0.76 ‐0.54 0.02 0.08 0.55 ‐0.38 0.05 0.09 0.65 ‐0.36

10 0.22 0.12 0.97 ‐0.23 0.11 0.16 1.13 ‐0.78 0.23 0.15 1.30 ‐0.39 0.17 0.15 1.26 ‐0.41

11 0.34 0.16 1.31 ‐0.21 0.08 0.16 1.18 ‐1.21 0.21 0.17 1.58 ‐0.49 0.16 0.16 1.31 ‐0.51

12 0.48 0.18 1.52 ‐0.13 0.04 0.14 1.14 ‐0.82 0.25 0.17 1.59 ‐0.41 0.16 0.15 1.27 ‐0.64

13 0.41 0.17 1.35 ‐0.22 0.00 0.11 0.81 ‐0.94 0.12 0.15 1.31 ‐0.56 0.08 0.13 1.06 ‐0.67

14 0.48 0.20 1.57 ‐0.30 0.02 0.09 0.53 ‐0.70 0.04 0.12 0.86 ‐0.63 0.09 0.11 1.05 ‐0.55

15 0.72 0.32 2.43 ‐0.22 ‐0.02 0.07 0.29 ‐0.64 0.15 0.11 0.82 ‐0.57 0.00 0.10 0.55 ‐0.54

16 0.91 0.49 3.84 ‐0.24 0.02 0.07 0.42 ‐0.42 0.18 0.10 0.66 ‐0.40 0.02 0.09 0.53 ‐0.48

17 0.10 0.07 0.58 ‐0.25 0.02 0.11 0.80 ‐0.60 0.07 0.11 0.73 ‐0.43 0.07 0.10 0.75 ‐0.39

18 0.20 0.14 1.05 ‐0.37 0.00 0.00 0.00 0.00 0.17 0.14 1.19 ‐0.45 0.00 0.00 0.00 0.00

19 0.41 0.17 1.36 ‐0.32 0.05 0.16 1.21 ‐0.78 0.26 0.16 1.44 ‐0.33 0.08 0.16 1.19 ‐0.55

20 0.54 0.18 1.62 ‐0.10 0.01 0.15 0.91 ‐1.00 0.28 0.16 1.56 ‐0.37 0.09 0.15 1.15 ‐0.52

21 0.55 0.20 1.63 ‐0.14 0.00 0.12 0.78 ‐0.75 0.21 0.15 1.52 ‐0.48 0.08 0.14 1.19 ‐0.53

22 0.63 0.23 1.83 ‐0.14 ‐0.02 0.10 0.64 ‐0.74 0.13 0.13 1.15 ‐0.53 0.02 0.11 0.96 ‐0.57

23 0.76 0.30 2.52 ‐0.19 0.02 0.08 0.37 ‐0.53 0.16 0.11 0.74 ‐0.52 0.07 0.10 0.60 ‐0.62

24 1.05 0.52 3.64 ‐0.23 0.04 0.08 0.45 ‐0.42 0.11 0.10 0.66 ‐0.53 0.07 0.10 0.63 ‐0.47

25 0.02 0.07 0.37 ‐0.38 0.01 0.09 0.60 ‐0.49 0.04 0.09 0.58 ‐0.55 0.01 0.07 0.44 ‐0.40

26 0.25 0.13 1.01 ‐0.24 0.15 0.16 1.17 ‐0.68 0.22 0.15 1.30 ‐0.47 0.24 0.15 1.25 ‐0.41

27 0.39 0.17 1.46 ‐0.17 0.12 0.17 1.28 ‐0.83 0.24 0.17 1.51 ‐0.39 0.18 0.17 1.31 ‐0.48

28 0.53 0.19 1.63 ‐0.06 0.06 0.15 1.04 ‐0.77 0.24 0.16 1.45 ‐0.35 0.14 0.16 1.25 ‐0.54

29 0.56 0.20 1.70 ‐0.05 0.03 0.12 0.90 ‐0.69 0.25 0.14 1.30 ‐0.43 0.10 0.14 1.15 ‐0.54

30 0.64 0.25 1.97 ‐0.09 0.02 0.10 0.74 ‐0.60 0.13 0.13 1.03 ‐0.69 0.08 0.12 0.95 ‐0.56

31 0.91 0.34 2.71 ‐0.16 0.04 0.08 0.42 ‐0.46 0.13 0.11 0.87 ‐0.53 0.09 0.10 0.77 ‐0.45

32 1.23 0.48 3.67 ‐0.11 0.05 0.09 0.48 ‐0.50 0.23 0.10 0.82 ‐0.31 0.07 0.11 0.71 ‐0.56

33 0.14 0.08 0.61 ‐0.16 0.00 0.11 0.70 ‐0.53 0.11 0.10 0.67 ‐0.33 ‐0.02 0.09 0.64 ‐0.47

34 0.25 0.15 0.99 ‐0.35 0.09 0.16 1.17 ‐0.59 0.18 0.15 1.10 ‐0.47 0.12 0.14 1.14 ‐0.52

35 0.42 0.17 1.37 ‐0.25 0.10 0.17 1.23 ‐0.63 0.20 0.16 1.40 ‐0.43 0.10 0.17 1.27 ‐0.59

36 0.59 0.21 1.79 ‐0.03 0.06 0.15 1.03 ‐0.82 0.27 0.16 1.46 ‐0.37 0.16 0.16 1.33 ‐0.44

37 0.65 0.22 1.93 ‐0.03 0.04 0.13 0.84 ‐0.86 0.23 0.14 1.30 ‐0.40 0.10 0.14 1.15 ‐0.50

38 0.78 0.26 2.24 ‐0.02 0.04 0.11 0.69 ‐0.62 0.22 0.12 1.11 ‐0.53 0.13 0.12 0.99 ‐0.46

39 0.94 0.32 2.83 0.09 0.04 0.09 0.47 ‐0.55 0.19 0.11 0.77 ‐0.47 0.08 0.11 0.76 ‐0.53

40 1.44 0.52 4.21 ‐0.05 0.07 0.10 0.63 ‐0.44 0.17 0.11 0.88 ‐0.30 0.12 0.12 0.80 ‐0.56

41 0.17 0.08 0.64 ‐0.16 0.06 0.10 0.70 ‐0.45 0.14 0.10 0.77 ‐0.30 0.08 0.09 0.72 ‐0.38

42 0.24 0.13 0.96 ‐0.25 0.11 0.17 1.27 ‐0.73 0.16 0.15 1.13 ‐0.50 0.12 0.15 1.07 ‐0.55

43 0.48 0.18 1.40 ‐0.23 0.13 0.18 1.36 ‐0.87 0.29 0.18 1.40 ‐0.41 0.16 0.17 1.42 ‐0.57

44 0.57 0.20 1.73 ‐0.10 0.10 0.16 1.16 ‐0.85 0.28 0.16 1.39 ‐0.34 0.17 0.16 1.41 ‐0.50

45 0.52 0.21 1.63 ‐0.12 0.05 0.13 0.98 ‐0.71 0.16 0.14 1.09 ‐0.43 0.11 0.15 1.23 ‐0.45

46 0.75 0.27 2.19 ‐0.06 0.00 0.00 0.00 0.00 0.21 0.12 1.00 ‐0.38 0.00 0.00 0.00 0.00

47 1.08 0.39 3.17 0.00 0.03 0.09 0.60 ‐0.54 0.18 0.11 0.89 ‐0.47 0.09 0.11 0.62 ‐0.52

48 1.40 0.49 4.32 ‐0.07 0.06 0.10 0.57 ‐0.50 0.21 0.12 0.91 ‐0.41 0.11 0.11 0.71 ‐0.39

49 0.17 0.09 0.71 ‐0.22 0.04 0.11 0.71 ‐0.42 0.14 0.11 0.91 ‐0.27 0.00 0.10 0.61 ‐0.42

50 0.27 0.17 1.14 ‐0.50 0.08 0.18 1.09 ‐0.80 0.24 0.16 1.33 ‐0.40 0.10 0.16 1.08 ‐0.46

51 0.38 0.22 1.41 ‐0.67 0.04 0.22 1.21 ‐0.97 0.22 0.17 1.41 ‐0.45 0.14 0.17 1.31 ‐0.59

52 0.54 0.22 1.79 ‐0.20 0.14 0.16 1.15 ‐0.78 0.22 0.16 1.37 ‐0.49 0.18 0.17 1.37 ‐0.56

53 0.65 0.24 2.03 ‐0.18 0.10 0.13 0.89 ‐0.52 0.20 0.14 1.20 ‐0.40 0.16 0.15 1.22 ‐0.42

54 0.76 0.29 2.55 ‐0.04 0.06 0.12 0.71 ‐0.53 0.22 0.12 1.08 ‐0.49 0.16 0.12 1.05 ‐0.42

55 0.94 0.37 3.28 ‐0.02 0.08 0.11 0.58 ‐0.62 0.20 0.11 0.71 ‐0.48 0.17 0.11 0.75 ‐0.41

56 1.70 0.56 4.71 0.09 0.11 0.12 0.73 ‐0.33 0.28 0.14 0.90 ‐0.19 0.21 0.13 0.91 ‐0.28

57 0.14 0.09 0.69 ‐0.22 0.08 0.11 0.86 ‐0.42 0.10 0.10 0.82 ‐0.41 0.12 0.10 0.71 ‐0.38

58 0.32 0.16 1.20 ‐0.35 0.18 0.16 1.37 ‐0.49 0.22 0.15 1.26 ‐0.38 0.22 0.15 1.19 ‐0.38

59 0.46 0.20 1.55 ‐0.31 0.20 0.18 1.44 ‐0.63 0.24 0.17 1.40 ‐0.42 0.23 0.17 1.32 ‐0.48

60 0.57 0.23 1.84 ‐0.25 0.14 0.16 1.19 ‐0.80 0.27 0.16 1.44 ‐0.42 0.21 0.16 1.27 ‐0.48

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.02 0.32 2.74 0.08 0.08 0.12 0.81 ‐0.50 0.47 0.12 1.29 ‐0.08 0.17 0.13 1.10 ‐0.36

63 1.09 0.44 4.08 ‐0.12 0.08 0.11 0.62 ‐0.57 0.19 0.12 0.81 ‐0.39 0.20 0.13 0.85 ‐0.31

64 1.53 0.54 4.65 ‐0.04 0.12 0.12 0.75 ‐0.27 0.34 0.14 1.05 ‐0.13 0.27 0.14 1.04 ‐0.17

Table C5 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 40o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.03 0.05 0.39 ‐0.35 ‐0.01 0.08 0.48 ‐0.47 0.10 0.07 0.74 ‐0.26 0.03 0.07 0.51 ‐0.32

2 0.03 0.10 0.50 ‐0.55 0.03 0.10 0.68 ‐0.54 0.12 0.10 0.80 ‐0.40 0.04 0.10 0.78 ‐0.44

3 0.14 0.11 0.69 ‐0.53 0.03 0.10 0.94 ‐0.48 0.12 0.10 0.90 ‐0.42 0.03 0.11 0.78 ‐0.52

4 0.22 0.10 0.81 ‐0.25 0.03 0.09 0.76 ‐0.56 0.12 0.09 0.95 ‐0.35 0.03 0.10 0.87 ‐0.50

5 0.20 0.10 0.78 ‐0.37 ‐0.02 0.08 0.63 ‐0.63 0.06 0.08 0.84 ‐0.40 ‐0.01 0.08 0.82 ‐0.49

6 0.22 0.13 0.87 ‐0.55 0.00 0.07 0.59 ‐0.59 0.04 0.08 0.80 ‐0.57 0.02 0.07 0.63 ‐0.49

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.45 0.35 2.07 ‐0.34 0.04 0.06 0.44 ‐0.29 0.10 0.08 0.57 ‐0.42 0.06 0.06 0.38 ‐0.34

9 ‐0.04 0.05 0.25 ‐0.39 0.05 0.08 0.55 ‐0.40 0.00 0.07 0.41 ‐0.32 0.03 0.08 0.49 ‐0.38

10 0.18 0.11 0.81 ‐0.28 0.13 0.13 0.97 ‐0.50 0.21 0.13 1.09 ‐0.39 0.15 0.14 1.00 ‐0.32

11 0.27 0.14 1.12 ‐0.30 0.11 0.14 1.10 ‐0.46 0.17 0.14 1.26 ‐0.56 0.15 0.14 1.17 ‐0.44

12 0.40 0.15 1.37 ‐0.25 0.08 0.13 1.03 ‐0.56 0.24 0.13 1.37 ‐0.43 0.15 0.13 1.11 ‐0.42

13 0.31 0.14 1.06 ‐0.29 0.02 0.10 0.79 ‐0.61 0.08 0.11 1.13 ‐0.44 0.06 0.11 0.81 ‐0.44

14 0.36 0.16 1.34 ‐0.35 0.04 0.09 0.83 ‐0.65 0.02 0.09 0.81 ‐0.48 0.09 0.09 0.80 ‐0.42

15 0.57 0.26 2.08 ‐0.31 ‐0.04 0.08 0.54 ‐0.57 0.19 0.09 0.85 ‐0.50 ‐0.02 0.08 0.50 ‐0.55

16 0.73 0.38 3.07 ‐0.18 0.00 0.07 0.44 ‐0.38 0.23 0.09 0.74 ‐0.20 0.02 0.07 0.45 ‐0.40

17 0.08 0.06 0.49 ‐0.21 0.03 0.09 0.63 ‐0.42 0.09 0.08 0.65 ‐0.33 0.04 0.08 0.58 ‐0.41

18 0.16 0.12 0.74 ‐0.41 0.00 0.00 0.00 0.00 0.16 0.13 0.98 ‐0.37 0.00 0.00 0.00 0.00

19 0.33 0.14 1.03 ‐0.35 0.08 0.13 0.94 ‐0.47 0.25 0.13 1.34 ‐0.31 0.07 0.15 0.86 ‐0.52

20 0.45 0.15 1.28 ‐0.07 0.04 0.13 0.93 ‐0.53 0.27 0.13 1.53 ‐0.26 0.06 0.13 0.89 ‐0.47

21 0.43 0.16 1.30 ‐0.15 0.03 0.11 0.78 ‐0.64 0.21 0.12 1.28 ‐0.47 0.07 0.11 0.92 ‐0.46

22 0.51 0.19 1.51 ‐0.25 0.00 0.09 0.64 ‐0.55 0.16 0.10 0.85 ‐0.37 0.02 0.09 0.67 ‐0.51

23 0.63 0.24 1.90 ‐0.14 0.06 0.10 0.59 ‐0.45 0.25 0.12 0.87 ‐0.35 0.10 0.10 0.75 ‐0.52

24 0.83 0.40 3.19 ‐0.24 0.05 0.08 0.53 ‐0.28 0.18 0.10 0.78 ‐0.20 0.08 0.08 0.59 ‐0.31

25 ‐0.01 0.06 0.32 ‐0.34 ‐0.01 0.07 0.45 ‐0.41 0.01 0.08 0.59 ‐0.34 ‐0.01 0.06 0.37 ‐0.54

26 0.19 0.12 0.86 ‐0.22 0.14 0.14 1.11 ‐0.55 0.18 0.13 1.22 ‐0.34 0.22 0.13 0.99 ‐0.47

27 0.31 0.15 1.13 ‐0.23 0.14 0.15 1.13 ‐0.56 0.20 0.14 1.25 ‐0.38 0.16 0.15 1.13 ‐0.45

28 0.42 0.16 1.24 ‐0.14 0.10 0.13 1.07 ‐0.65 0.21 0.13 1.34 ‐0.49 0.12 0.14 1.08 ‐0.50

29 0.44 0.17 1.33 ‐0.17 0.06 0.11 0.93 ‐0.51 0.24 0.11 1.22 ‐0.31 0.10 0.12 0.97 ‐0.42

30 0.46 0.20 1.54 ‐0.29 0.05 0.10 0.84 ‐0.55 0.11 0.10 0.95 ‐0.44 0.07 0.10 0.87 ‐0.45

31 0.65 0.29 2.08 ‐0.35 0.04 0.09 0.55 ‐0.44 0.12 0.10 0.67 ‐0.47 0.07 0.09 0.57 ‐0.42

32 0.91 0.40 3.00 ‐0.16 0.04 0.10 0.51 ‐0.32 0.28 0.10 0.91 ‐0.18 0.04 0.09 0.66 ‐0.41

33 0.12 0.06 0.50 ‐0.18 ‐0.02 0.08 0.52 ‐0.41 0.08 0.08 0.62 ‐0.32 ‐0.05 0.08 0.48 ‐0.43

34 0.20 0.13 0.82 ‐0.36 0.09 0.13 0.95 ‐0.52 0.16 0.13 1.06 ‐0.42 0.10 0.12 0.94 ‐0.44

35 0.33 0.14 1.08 ‐0.22 0.11 0.14 1.05 ‐0.52 0.16 0.13 1.22 ‐0.46 0.09 0.13 1.08 ‐0.49

36 0.48 0.17 1.36 ‐0.10 0.09 0.13 1.02 ‐0.52 0.24 0.13 1.23 ‐0.30 0.14 0.13 1.09 ‐0.46

37 0.51 0.18 1.50 ‐0.23 0.08 0.12 0.91 ‐0.48 0.21 0.11 0.98 ‐0.30 0.08 0.12 0.97 ‐0.46

38 0.62 0.21 1.73 ‐0.25 0.11 0.11 0.81 ‐0.49 0.24 0.10 0.83 ‐0.26 0.16 0.10 0.85 ‐0.40

39 0.73 0.26 2.32 ‐0.25 0.12 0.11 0.70 ‐0.43 0.27 0.12 0.88 ‐0.20 0.12 0.11 0.76 ‐0.39

40 1.02 0.43 3.12 ‐0.37 0.12 0.10 0.70 ‐0.24 0.24 0.11 0.89 ‐0.14 0.14 0.10 0.78 ‐0.17

41 0.15 0.08 0.57 ‐0.15 0.05 0.08 0.58 ‐0.31 0.13 0.09 0.71 ‐0.35 0.07 0.08 0.57 ‐0.31

42 0.18 0.12 0.80 ‐0.24 0.08 0.14 0.96 ‐0.51 0.11 0.12 0.94 ‐0.46 0.07 0.13 0.79 ‐0.54

43 0.39 0.16 1.28 ‐0.16 0.12 0.15 1.19 ‐0.61 0.24 0.14 1.29 ‐0.34 0.11 0.14 1.07 ‐0.50

44 0.47 0.17 1.45 ‐0.17 0.11 0.14 1.17 ‐0.58 0.23 0.13 1.08 ‐0.31 0.11 0.13 1.05 ‐0.42

45 0.39 0.17 1.33 ‐0.27 0.06 0.12 1.12 ‐0.55 0.10 0.11 0.85 ‐0.40 0.06 0.12 0.90 ‐0.60

46 0.56 0.22 1.76 ‐0.14 0.00 0.00 0.00 0.00 0.19 0.10 0.82 ‐0.31 0.00 0.00 0.00 0.00

47 0.74 0.34 2.39 ‐0.21 0.01 0.10 0.57 ‐0.41 0.14 0.11 0.66 ‐0.41 0.04 0.11 0.60 ‐0.43

48 0.99 0.40 3.08 ‐0.20 0.09 0.11 0.64 ‐0.26 0.23 0.12 0.89 ‐0.15 0.10 0.11 0.71 ‐0.25

49 0.13 0.08 0.61 ‐0.18 0.01 0.09 0.58 ‐0.40 0.15 0.09 0.77 ‐0.26 ‐0.01 0.09 0.55 ‐0.35

50 0.23 0.13 1.03 ‐0.45 0.08 0.15 0.95 ‐0.70 0.27 0.15 1.16 ‐0.42 0.13 0.14 0.97 ‐0.46

51 0.26 0.18 1.13 ‐0.66 0.11 0.16 1.07 ‐0.79 0.20 0.13 1.27 ‐0.41 0.12 0.13 0.87 ‐0.54

52 0.38 0.18 1.36 ‐0.23 0.14 0.14 1.04 ‐0.50 0.17 0.12 0.97 ‐0.38 0.14 0.13 0.98 ‐0.44

53 0.49 0.21 1.61 ‐0.19 0.13 0.12 1.06 ‐0.46 0.15 0.11 0.92 ‐0.37 0.11 0.12 0.82 ‐0.35

54 0.61 0.24 1.91 ‐0.17 0.12 0.11 0.79 ‐0.44 0.22 0.11 0.76 ‐0.28 0.14 0.11 0.78 ‐0.35

55 0.72 0.29 2.53 ‐0.22 0.16 0.12 0.73 ‐0.39 0.24 0.11 0.73 ‐0.27 0.19 0.12 0.79 ‐0.26

56 1.32 0.47 3.53 ‐0.07 0.21 0.13 0.93 ‐0.26 0.34 0.14 1.03 ‐0.10 0.25 0.13 0.88 ‐0.13

57 0.10 0.08 0.54 ‐0.26 0.07 0.10 0.66 ‐0.31 0.12 0.11 0.68 ‐0.33 0.16 0.11 0.78 ‐0.28

58 0.25 0.15 1.00 ‐0.31 0.18 0.15 1.02 ‐0.44 0.23 0.16 1.10 ‐0.38 0.26 0.17 1.13 ‐0.32

59 0.37 0.18 1.33 ‐0.22 0.20 0.16 1.18 ‐0.52 0.24 0.15 1.24 ‐0.46 0.26 0.17 1.12 ‐0.35

60 0.45 0.19 1.50 ‐0.21 0.15 0.14 1.11 ‐0.55 0.25 0.13 1.18 ‐0.30 0.21 0.14 0.98 ‐0.47

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.78 0.26 2.21 0.00 0.09 0.12 0.75 ‐0.43 0.46 0.11 1.06 0.03 0.13 0.11 0.76 ‐0.34

63 0.81 0.38 2.82 ‐0.36 0.08 0.13 0.69 ‐0.39 0.14 0.13 0.75 ‐0.46 0.13 0.14 0.80 ‐0.36

64 1.20 0.49 3.68 ‐0.25 0.18 0.14 0.93 ‐0.27 0.37 0.15 1.16 ‐0.07 0.27 0.15 1.03 ‐0.14

Table C6 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 50o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.03 0.05 0.32 ‐0.23 ‐0.01 0.06 0.36 ‐0.50 0.06 0.06 0.45 ‐0.30 ‐0.01 0.06 0.40 ‐0.31

2 0.03 0.09 0.45 ‐0.44 0.03 0.09 0.53 ‐0.37 0.12 0.09 0.63 ‐0.28 0.03 0.09 0.60 ‐0.38

3 0.10 0.09 0.55 ‐0.57 0.04 0.08 0.63 ‐0.36 0.12 0.08 0.74 ‐0.31 0.02 0.09 0.66 ‐0.41

4 0.17 0.09 0.74 ‐0.21 0.06 0.08 0.63 ‐0.43 0.11 0.08 0.78 ‐0.44 0.02 0.09 0.66 ‐0.42

5 0.13 0.09 0.63 ‐0.28 0.01 0.07 0.60 ‐0.50 0.06 0.07 0.75 ‐0.39 0.01 0.07 0.58 ‐0.39

6 0.15 0.11 0.67 ‐0.54 0.02 0.07 0.46 ‐0.44 0.03 0.08 0.49 ‐0.56 0.00 0.07 0.56 ‐0.40

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.32 0.28 1.93 ‐0.33 0.05 0.06 0.45 ‐0.25 0.13 0.08 0.51 ‐0.26 0.01 0.06 0.35 ‐0.30

9 ‐0.04 0.05 0.23 ‐0.33 0.04 0.06 0.47 ‐0.47 ‐0.01 0.06 0.42 ‐0.34 0.03 0.06 0.46 ‐0.34

10 0.14 0.10 0.72 ‐0.28 0.13 0.12 0.87 ‐0.41 0.17 0.12 0.90 ‐0.40 0.12 0.12 0.91 ‐0.38

11 0.20 0.12 0.90 ‐0.31 0.12 0.12 0.98 ‐0.46 0.17 0.12 1.07 ‐0.43 0.12 0.13 1.01 ‐0.42

12 0.32 0.13 1.03 ‐0.13 0.11 0.12 0.91 ‐0.42 0.19 0.11 1.03 ‐0.42 0.12 0.12 0.98 ‐0.41

13 0.21 0.12 0.91 ‐0.28 0.04 0.10 0.70 ‐0.47 0.11 0.09 0.88 ‐0.38 0.05 0.10 0.70 ‐0.43

14 0.22 0.14 0.92 ‐0.33 0.06 0.09 0.66 ‐0.41 0.06 0.08 0.65 ‐0.36 0.03 0.09 0.76 ‐0.48

15 0.41 0.22 1.57 ‐0.33 ‐0.06 0.09 0.60 ‐0.47 0.08 0.09 0.60 ‐0.44 ‐0.03 0.08 0.48 ‐0.41

16 0.55 0.32 2.59 ‐0.25 ‐0.01 0.07 0.49 ‐0.30 0.10 0.08 0.54 ‐0.26 0.00 0.06 0.38 ‐0.38

17 0.06 0.06 0.39 ‐0.21 0.01 0.07 0.45 ‐0.50 0.10 0.07 0.53 ‐0.22 0.04 0.07 0.49 ‐0.31

18 0.13 0.11 0.67 ‐0.42 0.00 0.00 0.00 0.00 0.16 0.12 0.89 ‐0.36 0.00 0.00 0.00 0.00

19 0.26 0.12 0.92 ‐0.38 0.08 0.12 0.82 ‐0.50 0.22 0.12 1.11 ‐0.34 0.07 0.12 0.87 ‐0.48

20 0.36 0.13 1.07 ‐0.08 0.05 0.12 0.85 ‐0.58 0.21 0.11 1.08 ‐0.31 0.08 0.12 0.88 ‐0.40

21 0.32 0.14 1.04 ‐0.20 0.05 0.11 0.74 ‐0.55 0.18 0.10 0.85 ‐0.34 0.04 0.10 0.73 ‐0.49

22 0.39 0.16 1.25 ‐0.28 0.02 0.09 0.67 ‐0.47 0.19 0.09 0.78 ‐0.33 0.03 0.09 0.63 ‐0.50

23 0.50 0.20 1.52 ‐0.24 0.11 0.12 0.75 ‐0.54 0.26 0.14 1.00 ‐0.25 0.08 0.11 0.59 ‐0.42

24 0.65 0.33 2.86 ‐0.25 0.07 0.09 0.57 ‐0.36 0.21 0.10 0.74 ‐0.14 0.04 0.07 0.47 ‐0.31

25 ‐0.03 0.05 0.27 ‐0.34 ‐0.02 0.05 0.33 ‐0.37 ‐0.01 0.06 0.39 ‐0.31 ‐0.01 0.05 0.33 ‐0.29

26 0.12 0.10 0.72 ‐0.26 0.14 0.12 0.94 ‐0.42 0.14 0.12 0.90 ‐0.35 0.11 0.12 0.82 ‐0.43

27 0.22 0.13 1.00 ‐0.26 0.15 0.13 1.00 ‐0.39 0.20 0.13 1.09 ‐0.33 0.12 0.13 0.95 ‐0.57

28 0.30 0.14 1.11 ‐0.19 0.12 0.12 1.03 ‐0.51 0.20 0.11 1.06 ‐0.29 0.10 0.12 1.04 ‐0.43

29 0.31 0.14 1.14 ‐0.23 0.08 0.11 0.83 ‐0.48 0.15 0.10 0.89 ‐0.35 0.07 0.10 0.75 ‐0.42

30 0.30 0.17 1.23 ‐0.28 0.07 0.10 0.80 ‐0.45 0.14 0.09 0.82 ‐0.29 0.05 0.10 0.72 ‐0.40

31 0.43 0.25 1.62 ‐0.45 0.02 0.10 0.68 ‐0.46 0.07 0.10 0.60 ‐0.39 ‐0.01 0.09 0.54 ‐0.47

32 0.67 0.33 2.50 ‐0.43 0.02 0.10 0.59 ‐0.46 0.17 0.11 0.76 ‐0.25 ‐0.03 0.08 0.54 ‐0.50

33 0.10 0.06 0.46 ‐0.17 ‐0.02 0.07 0.38 ‐0.35 0.08 0.07 0.48 ‐0.21 ‐0.02 0.07 0.37 ‐0.47

34 0.15 0.11 0.72 ‐0.40 0.10 0.11 0.72 ‐0.46 0.20 0.13 0.94 ‐0.31 0.10 0.12 0.84 ‐0.42

35 0.23 0.13 0.92 ‐0.26 0.13 0.12 0.93 ‐0.46 0.18 0.12 0.96 ‐0.27 0.08 0.11 0.84 ‐0.37

36 0.36 0.14 1.14 ‐0.14 0.11 0.12 0.87 ‐0.46 0.19 0.11 0.97 ‐0.28 0.05 0.11 0.84 ‐0.42

37 0.37 0.16 1.16 ‐0.15 0.11 0.11 0.84 ‐0.39 0.15 0.10 0.88 ‐0.32 0.06 0.10 0.79 ‐0.44

38 0.45 0.18 1.44 ‐0.19 0.15 0.11 0.92 ‐0.36 0.17 0.09 0.80 ‐0.26 0.11 0.10 0.79 ‐0.38

39 0.56 0.22 1.64 ‐0.24 0.16 0.13 0.83 ‐0.32 0.26 0.14 0.96 ‐0.25 0.12 0.12 0.74 ‐0.43

40 0.74 0.36 2.54 ‐0.37 0.15 0.12 0.78 ‐0.24 0.25 0.12 0.85 ‐0.13 0.13 0.10 0.75 ‐0.24

41 0.13 0.07 0.56 ‐0.20 0.04 0.07 0.56 ‐0.28 0.09 0.08 0.57 ‐0.30 0.02 0.07 0.38 ‐0.31

42 0.11 0.10 0.70 ‐0.31 0.06 0.12 0.84 ‐0.51 0.09 0.12 0.90 ‐0.40 0.06 0.13 0.74 ‐0.41

43 0.30 0.15 1.12 ‐0.19 0.12 0.14 0.93 ‐0.53 0.18 0.15 1.07 ‐0.35 0.07 0.14 0.87 ‐0.49

44 0.35 0.16 1.15 ‐0.13 0.12 0.13 0.97 ‐0.47 0.17 0.12 1.05 ‐0.30 0.06 0.12 0.91 ‐0.48

45 0.25 0.15 1.11 ‐0.31 0.07 0.11 0.90 ‐0.45 0.07 0.10 0.84 ‐0.35 0.02 0.11 0.72 ‐0.50

46 0.38 0.19 1.42 ‐0.29 0.00 0.00 0.00 0.00 0.12 0.09 0.83 ‐0.22 0.00 0.00 0.00 0.00

47 0.45 0.28 1.97 ‐0.30 ‐0.02 0.11 0.60 ‐0.51 0.03 0.11 0.57 ‐0.42 ‐0.04 0.11 0.58 ‐0.52

48 0.68 0.35 2.58 ‐0.28 0.08 0.12 0.69 ‐0.33 0.16 0.12 0.74 ‐0.25 0.07 0.11 0.70 ‐0.29

49 0.09 0.07 0.51 ‐0.23 0.00 0.07 0.47 ‐0.34 0.11 0.08 0.60 ‐0.32 ‐0.01 0.08 0.41 ‐0.39

50 0.19 0.12 0.83 ‐0.41 0.11 0.14 0.89 ‐0.48 0.25 0.16 1.04 ‐0.30 0.15 0.14 0.91 ‐0.39

51 0.20 0.14 0.99 ‐0.66 0.15 0.14 0.90 ‐0.61 0.24 0.14 1.14 ‐0.31 0.14 0.14 0.94 ‐0.43

52 0.25 0.15 1.09 ‐0.23 0.17 0.14 1.01 ‐0.38 0.20 0.13 1.02 ‐0.28 0.13 0.14 0.98 ‐0.42

53 0.31 0.17 1.26 ‐0.25 0.15 0.12 1.05 ‐0.37 0.17 0.11 1.03 ‐0.30 0.09 0.12 0.86 ‐0.43

54 0.41 0.19 1.42 ‐0.25 0.14 0.12 1.00 ‐0.38 0.20 0.10 0.94 ‐0.20 0.09 0.11 0.83 ‐0.34

55 0.48 0.22 1.82 ‐0.26 0.18 0.13 0.96 ‐0.35 0.22 0.12 0.84 ‐0.26 0.12 0.13 0.73 ‐0.39

56 0.88 0.41 2.90 ‐0.42 0.23 0.15 1.03 ‐0.35 0.31 0.15 1.11 ‐0.13 0.22 0.13 0.94 ‐0.23

57 0.05 0.08 0.63 ‐0.39 0.06 0.09 0.54 ‐0.32 0.14 0.09 0.67 ‐0.22 0.08 0.09 0.59 ‐0.26

58 0.16 0.13 0.91 ‐0.33 0.14 0.15 0.97 ‐0.34 0.20 0.16 1.03 ‐0.35 0.17 0.15 1.03 ‐0.34

59 0.25 0.16 1.09 ‐0.35 0.21 0.16 1.11 ‐0.38 0.27 0.17 1.22 ‐0.25 0.23 0.17 1.15 ‐0.41

60 0.32 0.16 1.23 ‐0.29 0.18 0.16 1.15 ‐0.41 0.27 0.16 1.19 ‐0.28 0.21 0.16 1.11 ‐0.36

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.58 0.21 1.82 ‐0.02 0.10 0.13 1.09 ‐0.45 0.20 0.13 1.17 ‐0.23 0.13 0.13 0.98 ‐0.31

63 0.47 0.30 2.08 ‐0.38 0.06 0.14 0.85 ‐0.48 0.15 0.13 0.94 ‐0.38 0.08 0.13 0.89 ‐0.45

64 0.76 0.40 2.77 ‐0.27 0.18 0.15 1.08 ‐0.40 0.24 0.15 1.09 ‐0.18 0.19 0.15 1.05 ‐0.24

Table C7 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 60o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.02 0.05 0.29 ‐0.31 ‐0.02 0.05 0.27 ‐0.54 0.06 0.05 0.35 ‐0.30 ‐0.03 0.05 0.24 ‐0.42

2 0.02 0.08 0.43 ‐0.44 0.01 0.08 0.48 ‐0.46 0.13 0.08 0.62 ‐0.24 0.00 0.07 0.43 ‐0.45

3 0.06 0.08 0.41 ‐0.60 0.04 0.06 0.48 ‐0.35 0.12 0.07 0.59 ‐0.31 0.00 0.07 0.42 ‐0.47

4 0.11 0.07 0.45 ‐0.34 0.06 0.07 0.53 ‐0.40 0.11 0.07 0.55 ‐0.29 0.00 0.07 0.54 ‐0.35

5 0.07 0.07 0.41 ‐0.25 0.02 0.06 0.48 ‐0.35 0.06 0.06 0.46 ‐0.25 0.00 0.06 0.47 ‐0.35

6 0.07 0.09 0.47 ‐0.49 0.05 0.07 0.51 ‐0.39 0.02 0.07 0.39 ‐0.41 0.00 0.06 0.44 ‐0.54

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.25 0.22 1.48 ‐0.31 0.06 0.07 0.63 ‐0.25 0.14 0.09 0.71 ‐0.36 ‐0.01 0.06 0.49 ‐0.34

9 ‐0.05 0.06 0.27 ‐0.47 0.03 0.06 0.34 ‐0.43 ‐0.03 0.05 0.27 ‐0.49 0.00 0.05 0.31 ‐0.45

10 0.11 0.10 0.76 ‐0.38 0.10 0.11 0.72 ‐0.43 0.16 0.11 0.76 ‐0.38 0.07 0.10 0.65 ‐0.43

11 0.13 0.11 0.75 ‐0.45 0.10 0.11 0.80 ‐0.45 0.16 0.11 0.84 ‐0.38 0.07 0.11 0.74 ‐0.42

12 0.22 0.11 0.82 ‐0.41 0.11 0.11 0.79 ‐0.50 0.19 0.11 0.97 ‐0.49 0.08 0.11 0.76 ‐0.43

13 0.10 0.10 0.66 ‐0.40 0.05 0.09 0.71 ‐0.48 0.10 0.09 0.76 ‐0.42 0.02 0.09 0.65 ‐0.49

14 0.08 0.11 0.66 ‐0.38 0.06 0.10 0.74 ‐0.42 0.03 0.08 0.55 ‐0.33 0.01 0.09 0.71 ‐0.51

15 0.23 0.17 1.23 ‐0.32 ‐0.06 0.10 0.69 ‐0.54 0.08 0.09 0.71 ‐0.41 ‐0.04 0.08 0.74 ‐0.53

16 0.36 0.25 1.64 ‐0.30 ‐0.01 0.08 0.63 ‐0.41 0.09 0.09 0.78 ‐0.40 ‐0.02 0.06 0.70 ‐0.33

17 0.04 0.06 0.40 ‐0.37 ‐0.01 0.06 0.40 ‐0.45 0.09 0.06 0.44 ‐0.42 0.01 0.06 0.36 ‐0.42

18 0.08 0.10 0.67 ‐0.40 0.00 0.00 0.00 0.00 0.16 0.12 0.92 ‐0.33 0.00 0.00 0.00 0.00

19 0.18 0.11 0.85 ‐0.61 0.06 0.10 0.67 ‐0.43 0.23 0.12 0.87 ‐0.43 0.03 0.10 0.63 ‐0.39

20 0.25 0.11 0.88 ‐0.25 0.05 0.10 0.83 ‐0.53 0.22 0.11 0.93 ‐0.26 0.03 0.10 0.67 ‐0.40

21 0.19 0.12 0.89 ‐0.38 0.05 0.10 0.80 ‐0.45 0.19 0.10 0.94 ‐0.36 0.01 0.09 0.66 ‐0.36

22 0.25 0.14 1.00 ‐0.31 0.04 0.10 0.69 ‐0.43 0.20 0.10 0.92 ‐0.24 0.00 0.09 0.71 ‐0.41

23 0.35 0.18 1.31 ‐0.29 0.13 0.14 0.95 ‐0.41 0.29 0.17 1.16 ‐0.34 0.06 0.12 0.81 ‐0.45

24 0.41 0.26 1.74 ‐0.31 0.07 0.11 0.81 ‐0.36 0.21 0.12 1.05 ‐0.19 0.00 0.08 0.66 ‐0.33

25 ‐0.06 0.06 0.23 ‐0.50 ‐0.04 0.05 0.27 ‐0.49 ‐0.03 0.06 0.24 ‐0.56 ‐0.04 0.05 0.26 ‐0.53

26 0.07 0.10 0.63 ‐0.47 0.10 0.11 0.72 ‐0.48 0.11 0.11 0.69 ‐0.45 0.06 0.10 0.61 ‐0.36

27 0.12 0.12 0.89 ‐0.43 0.12 0.13 0.89 ‐0.45 0.19 0.13 0.91 ‐0.41 0.07 0.12 0.86 ‐0.40

28 0.18 0.12 0.92 ‐0.27 0.12 0.12 0.87 ‐0.50 0.21 0.12 0.93 ‐0.27 0.07 0.11 0.75 ‐0.37

29 0.17 0.12 0.85 ‐0.32 0.08 0.11 0.88 ‐0.45 0.15 0.10 0.87 ‐0.30 0.03 0.10 0.67 ‐0.33

30 0.13 0.14 0.90 ‐0.58 0.07 0.11 0.96 ‐0.44 0.12 0.10 0.84 ‐0.30 0.02 0.10 0.77 ‐0.37

31 0.19 0.20 1.29 ‐0.56 0.02 0.11 0.98 ‐0.41 0.05 0.10 0.73 ‐0.36 ‐0.04 0.09 0.67 ‐0.44

32 0.42 0.27 1.89 ‐0.48 ‐0.01 0.11 0.74 ‐0.47 0.15 0.12 1.07 ‐0.21 ‐0.07 0.08 0.51 ‐0.51

33 0.07 0.06 0.46 ‐0.42 ‐0.04 0.06 0.35 ‐0.57 0.06 0.06 0.36 ‐0.39 ‐0.05 0.06 0.26 ‐0.47

34 0.09 0.11 0.70 ‐0.52 0.08 0.11 0.72 ‐0.37 0.18 0.13 0.87 ‐0.43 0.05 0.11 0.66 ‐0.39

35 0.12 0.11 0.75 ‐0.41 0.11 0.11 0.70 ‐0.39 0.17 0.11 0.78 ‐0.36 0.04 0.10 0.63 ‐0.43

36 0.23 0.12 0.92 ‐0.27 0.11 0.11 0.76 ‐0.48 0.19 0.12 0.86 ‐0.30 0.02 0.10 0.62 ‐0.47

37 0.21 0.13 0.92 ‐0.26 0.11 0.11 0.85 ‐0.43 0.15 0.11 0.80 ‐0.28 0.03 0.10 0.72 ‐0.39

38 0.27 0.15 1.10 ‐0.27 0.17 0.12 1.01 ‐0.38 0.17 0.10 0.88 ‐0.24 0.07 0.10 0.81 ‐0.32

39 0.37 0.21 1.40 ‐0.31 0.19 0.15 1.13 ‐0.33 0.26 0.16 1.22 ‐0.24 0.09 0.13 0.93 ‐0.41

40 0.47 0.31 2.08 ‐0.51 0.16 0.14 1.24 ‐0.29 0.23 0.14 1.20 ‐0.20 0.09 0.12 0.88 ‐0.37

41 0.10 0.07 0.48 ‐0.48 0.01 0.06 0.37 ‐0.47 0.06 0.07 0.43 ‐0.40 ‐0.02 0.06 0.37 ‐0.44

42 0.04 0.10 0.61 ‐0.51 0.00 0.11 0.64 ‐0.44 0.04 0.11 0.57 ‐0.51 ‐0.01 0.11 0.62 ‐0.46

43 0.19 0.13 0.98 ‐0.35 0.06 0.13 0.81 ‐0.41 0.14 0.14 0.91 ‐0.44 0.01 0.12 0.77 ‐0.55

44 0.22 0.13 0.93 ‐0.30 0.09 0.13 0.85 ‐0.45 0.15 0.13 0.90 ‐0.41 0.02 0.12 0.70 ‐0.49

45 0.11 0.12 0.80 ‐0.42 0.05 0.12 0.79 ‐0.40 0.05 0.11 0.74 ‐0.34 ‐0.03 0.11 0.66 ‐0.52

46 0.21 0.15 0.97 ‐0.33 0.00 0.00 0.00 0.00 0.10 0.11 0.85 ‐0.32 0.00 0.00 0.00 0.00

47 0.19 0.19 1.35 ‐0.43 ‐0.04 0.11 0.86 ‐0.49 ‐0.01 0.11 0.68 ‐0.42 ‐0.08 0.11 0.70 ‐0.49

48 0.37 0.29 1.98 ‐0.50 0.05 0.14 1.13 ‐0.34 0.10 0.13 1.01 ‐0.32 0.02 0.12 0.83 ‐0.39

49 0.04 0.06 0.44 ‐0.66 ‐0.04 0.07 0.34 ‐0.49 0.08 0.07 0.44 ‐0.41 ‐0.06 0.07 0.31 ‐0.49

50 0.13 0.11 0.74 ‐0.42 0.07 0.13 0.71 ‐0.45 0.19 0.15 1.05 ‐0.36 0.07 0.13 0.87 ‐0.47

51 0.08 0.12 0.76 ‐0.70 0.11 0.13 0.83 ‐0.62 0.21 0.13 0.89 ‐0.32 0.07 0.12 0.90 ‐0.47

52 0.10 0.12 0.82 ‐0.39 0.14 0.14 1.01 ‐0.38 0.19 0.13 0.95 ‐0.42 0.09 0.13 0.90 ‐0.38

53 0.14 0.13 0.94 ‐0.35 0.14 0.13 0.92 ‐0.37 0.17 0.13 0.93 ‐0.29 0.06 0.12 0.88 ‐0.44

54 0.20 0.15 1.03 ‐0.36 0.13 0.13 1.07 ‐0.44 0.19 0.13 0.95 ‐0.28 0.06 0.12 0.92 ‐0.44

55 0.26 0.18 1.21 ‐0.37 0.17 0.16 1.14 ‐0.42 0.20 0.15 1.06 ‐0.34 0.08 0.14 1.02 ‐0.39

56 0.46 0.34 2.26 ‐0.41 0.20 0.18 1.33 ‐0.31 0.24 0.17 1.26 ‐0.24 0.16 0.15 1.04 ‐0.27

57 0.02 0.07 0.50 ‐0.60 0.02 0.08 0.49 ‐0.45 0.10 0.08 0.57 ‐0.38 0.03 0.08 0.47 ‐0.30

58 0.06 0.12 0.67 ‐0.54 0.07 0.13 0.81 ‐0.46 0.12 0.13 0.82 ‐0.41 0.08 0.12 0.73 ‐0.38

59 0.11 0.13 0.83 ‐0.50 0.13 0.15 0.95 ‐0.40 0.21 0.15 1.00 ‐0.30 0.14 0.15 0.93 ‐0.34

60 0.17 0.13 0.93 ‐0.35 0.12 0.15 1.09 ‐0.41 0.23 0.15 1.07 ‐0.45 0.15 0.15 1.15 ‐0.40

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.37 0.16 1.29 ‐0.25 0.07 0.15 1.05 ‐0.46 0.18 0.15 1.06 ‐0.32 0.09 0.14 0.99 ‐0.41

63 0.15 0.21 1.32 ‐0.52 0.03 0.15 1.10 ‐0.51 0.12 0.16 1.02 ‐0.33 0.05 0.15 1.04 ‐0.39

64 0.36 0.29 2.19 ‐0.47 0.13 0.17 1.39 ‐0.37 0.19 0.17 1.42 ‐0.27 0.13 0.16 1.22 ‐0.35

Table C8 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 70o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.01 0.07 0.42 ‐0.83 ‐0.03 0.06 0.39 ‐0.90 0.06 0.05 0.36 ‐0.44 ‐0.05 0.06 0.27 ‐1.00

2 0.02 0.08 0.51 ‐0.42 ‐0.01 0.07 0.46 ‐0.55 0.12 0.09 0.72 ‐0.32 ‐0.03 0.06 0.32 ‐0.43

3 0.03 0.08 0.38 ‐0.64 0.01 0.05 0.36 ‐0.28 0.10 0.06 0.43 ‐0.20 ‐0.03 0.05 0.26 ‐0.33

4 0.05 0.06 0.38 ‐0.42 0.04 0.06 0.38 ‐0.28 0.09 0.06 0.50 ‐0.20 ‐0.03 0.06 0.34 ‐0.35

5 0.01 0.05 0.33 ‐0.36 0.00 0.05 0.37 ‐0.29 0.04 0.05 0.43 ‐0.24 ‐0.02 0.05 0.30 ‐0.28

6 0.00 0.08 0.39 ‐0.51 0.04 0.06 0.46 ‐0.32 0.01 0.08 0.35 ‐0.51 ‐0.01 0.06 0.37 ‐0.34

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.13 0.17 1.39 ‐0.32 0.04 0.09 1.02 ‐0.35 0.11 0.10 0.87 ‐0.19 ‐0.03 0.07 0.56 ‐0.33

9 ‐0.04 0.08 0.45 ‐1.11 0.01 0.07 0.43 ‐0.81 ‐0.04 0.06 0.30 ‐0.65 ‐0.03 0.07 0.31 ‐0.96

10 0.09 0.11 0.69 ‐0.42 0.06 0.10 0.70 ‐0.55 0.11 0.10 0.67 ‐0.42 0.01 0.09 0.50 ‐0.54

11 0.06 0.10 0.59 ‐0.47 0.06 0.09 0.67 ‐0.40 0.12 0.10 0.71 ‐0.37 0.01 0.09 0.49 ‐0.44

12 0.14 0.10 0.66 ‐0.32 0.08 0.09 0.65 ‐0.36 0.16 0.10 0.79 ‐0.30 0.03 0.09 0.56 ‐0.41

13 0.01 0.08 0.45 ‐0.42 0.01 0.08 0.55 ‐0.41 0.06 0.08 0.65 ‐0.32 ‐0.03 0.08 0.44 ‐0.39

14 ‐0.03 0.09 0.50 ‐0.48 0.03 0.09 0.67 ‐0.41 0.00 0.08 0.54 ‐0.35 ‐0.02 0.09 0.60 ‐0.40

15 0.10 0.12 0.89 ‐0.44 ‐0.07 0.10 0.72 ‐0.50 0.07 0.09 0.71 ‐0.27 ‐0.06 0.09 0.56 ‐0.48

16 0.19 0.17 1.46 ‐0.31 ‐0.02 0.09 1.03 ‐0.42 0.07 0.10 0.84 ‐0.29 ‐0.03 0.07 0.72 ‐0.33

17 0.02 0.08 0.51 ‐0.91 ‐0.04 0.07 0.32 ‐0.91 0.07 0.07 0.43 ‐0.46 ‐0.03 0.07 0.35 ‐0.85

18 0.04 0.11 0.58 ‐0.51 0.00 0.00 0.00 0.00 0.12 0.11 0.79 ‐0.37 0.00 0.00 0.00 0.00

19 0.10 0.11 0.61 ‐0.65 0.01 0.09 0.56 ‐0.44 0.18 0.10 0.70 ‐0.29 ‐0.02 0.08 0.40 ‐0.44

20 0.16 0.10 0.66 ‐0.29 ‐0.01 0.09 0.56 ‐0.43 0.18 0.10 0.73 ‐0.24 ‐0.03 0.08 0.45 ‐0.42

21 0.09 0.10 0.63 ‐0.35 0.01 0.09 0.55 ‐0.40 0.16 0.10 0.77 ‐0.22 ‐0.04 0.08 0.47 ‐0.41

22 0.11 0.11 0.84 ‐0.35 0.01 0.09 0.74 ‐0.42 0.17 0.10 0.86 ‐0.21 ‐0.03 0.08 0.51 ‐0.42

23 0.22 0.17 1.20 ‐0.31 0.11 0.14 1.19 ‐0.46 0.26 0.17 1.27 ‐0.19 0.05 0.12 0.86 ‐0.33

24 0.19 0.20 1.50 ‐0.40 0.03 0.12 1.16 ‐0.43 0.17 0.14 1.09 ‐0.25 ‐0.03 0.09 0.78 ‐0.44

25 ‐0.08 0.09 0.39 ‐1.05 ‐0.05 0.08 0.41 ‐0.97 ‐0.05 0.07 0.26 ‐0.79 ‐0.05 0.07 0.29 ‐0.96

26 0.01 0.10 0.51 ‐0.58 0.04 0.11 0.59 ‐0.57 0.06 0.10 0.57 ‐0.49 0.01 0.09 0.54 ‐0.49

27 0.04 0.11 0.67 ‐0.50 0.06 0.11 0.70 ‐0.41 0.13 0.11 0.71 ‐0.36 0.00 0.10 0.58 ‐0.43

28 0.07 0.10 0.66 ‐0.43 0.06 0.10 0.69 ‐0.40 0.15 0.11 0.74 ‐0.27 0.00 0.09 0.59 ‐0.48

29 0.05 0.10 0.66 ‐0.40 0.04 0.10 0.63 ‐0.39 0.11 0.10 0.73 ‐0.25 ‐0.03 0.09 0.56 ‐0.41

30 ‐0.02 0.11 0.64 ‐0.53 0.02 0.11 0.88 ‐0.43 0.08 0.10 0.79 ‐0.29 ‐0.03 0.10 0.62 ‐0.41

31 0.01 0.13 0.90 ‐0.54 0.01 0.11 0.89 ‐0.42 0.03 0.10 0.76 ‐0.37 ‐0.06 0.10 0.63 ‐0.49

32 0.17 0.18 1.49 ‐0.58 ‐0.04 0.11 1.14 ‐0.57 0.12 0.12 1.04 ‐0.18 ‐0.09 0.09 0.66 ‐0.50

33 0.04 0.08 0.46 ‐0.80 ‐0.08 0.08 0.31 ‐0.99 0.02 0.07 0.31 ‐0.76 ‐0.09 0.07 0.19 ‐0.90

34 0.04 0.11 0.66 ‐0.50 0.03 0.10 0.60 ‐0.57 0.12 0.11 0.73 ‐0.45 ‐0.01 0.10 0.56 ‐0.56

35 0.03 0.10 0.59 ‐0.61 0.04 0.09 0.61 ‐0.46 0.10 0.10 0.57 ‐0.36 ‐0.03 0.08 0.40 ‐0.49

36 0.12 0.10 0.69 ‐0.36 0.05 0.10 0.58 ‐0.42 0.13 0.10 0.65 ‐0.31 ‐0.04 0.09 0.44 ‐0.54

37 0.09 0.10 0.70 ‐0.36 0.06 0.10 0.65 ‐0.39 0.09 0.10 0.64 ‐0.37 ‐0.03 0.09 0.51 ‐0.46

38 0.11 0.11 0.85 ‐0.39 0.13 0.12 0.89 ‐0.35 0.12 0.11 0.73 ‐0.28 0.03 0.10 0.66 ‐0.38

39 0.19 0.17 1.20 ‐0.40 0.16 0.15 1.33 ‐0.38 0.21 0.16 1.32 ‐0.20 0.06 0.13 0.86 ‐0.37

40 0.16 0.21 1.53 ‐0.66 0.10 0.16 1.46 ‐0.43 0.16 0.15 1.09 ‐0.34 0.04 0.12 0.93 ‐0.39

41 0.07 0.09 0.59 ‐0.81 ‐0.02 0.08 0.45 ‐0.79 0.02 0.08 0.38 ‐0.75 ‐0.05 0.06 0.30 ‐0.87

42 ‐0.02 0.10 0.48 ‐0.62 ‐0.05 0.10 0.50 ‐0.73 ‐0.03 0.09 0.44 ‐0.69 ‐0.08 0.09 0.37 ‐0.58

43 0.11 0.12 0.78 ‐0.47 ‐0.01 0.11 0.57 ‐0.51 0.06 0.11 0.68 ‐0.40 ‐0.07 0.10 0.38 ‐0.59

44 0.11 0.11 0.79 ‐0.44 0.02 0.11 0.66 ‐0.45 0.08 0.11 0.65 ‐0.41 ‐0.06 0.10 0.48 ‐0.48

45 ‐0.01 0.10 0.59 ‐0.50 ‐0.02 0.10 0.61 ‐0.44 ‐0.02 0.09 0.51 ‐0.57 ‐0.10 0.09 0.44 ‐0.55

46 0.07 0.12 0.84 ‐0.49 0.00 0.00 0.00 0.00 0.03 0.11 0.69 ‐0.43 0.00 0.00 0.00 0.00

47 0.01 0.13 0.83 ‐0.54 ‐0.08 0.11 0.81 ‐0.61 ‐0.04 0.11 0.61 ‐0.51 ‐0.13 0.10 0.63 ‐0.58

48 0.09 0.18 1.33 ‐0.60 ‐0.01 0.13 1.14 ‐0.54 0.04 0.13 0.96 ‐0.39 ‐0.04 0.11 0.90 ‐0.46

49 0.00 0.09 0.44 ‐0.84 ‐0.07 0.08 0.35 ‐0.79 0.03 0.07 0.36 ‐0.65 ‐0.10 0.07 0.19 ‐0.83

50 0.05 0.11 0.63 ‐0.56 ‐0.01 0.11 0.59 ‐0.63 0.10 0.12 0.85 ‐0.52 ‐0.02 0.11 0.57 ‐0.54

51 ‐0.02 0.12 0.51 ‐0.88 0.02 0.12 0.62 ‐0.69 0.11 0.10 0.61 ‐0.46 ‐0.03 0.10 0.41 ‐0.51

52 ‐0.02 0.10 0.56 ‐0.53 0.06 0.11 0.64 ‐0.40 0.10 0.10 0.68 ‐0.43 ‐0.01 0.10 0.50 ‐0.48

53 0.02 0.10 0.65 ‐0.46 0.07 0.11 0.73 ‐0.40 0.09 0.10 0.66 ‐0.35 ‐0.02 0.10 0.58 ‐0.51

54 0.04 0.11 0.78 ‐0.50 0.06 0.12 0.81 ‐0.47 0.12 0.12 0.83 ‐0.45 ‐0.01 0.11 0.64 ‐0.51

55 0.08 0.14 0.98 ‐0.52 0.10 0.15 1.11 ‐0.45 0.12 0.15 0.98 ‐0.37 0.01 0.13 0.87 ‐0.48

56 0.13 0.22 1.61 ‐0.70 0.10 0.17 1.43 ‐0.54 0.14 0.17 1.24 ‐0.45 0.07 0.15 1.10 ‐0.39

57 ‐0.02 0.09 0.51 ‐0.80 ‐0.01 0.09 0.47 ‐0.64 0.06 0.08 0.53 ‐0.71 0.00 0.08 0.38 ‐0.65

58 ‐0.02 0.12 0.60 ‐0.76 0.00 0.12 0.70 ‐0.73 0.04 0.11 0.60 ‐0.66 0.01 0.10 0.56 ‐0.56

59 0.01 0.12 0.64 ‐0.64 0.04 0.12 0.66 ‐0.53 0.11 0.11 0.69 ‐0.42 0.04 0.11 0.67 ‐0.50

60 0.06 0.11 0.70 ‐0.45 0.03 0.12 0.67 ‐0.49 0.13 0.11 0.72 ‐0.39 0.04 0.11 0.58 ‐0.50

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.22 0.12 1.06 ‐0.27 ‐0.01 0.12 0.68 ‐0.56 0.08 0.12 0.78 ‐0.45 0.00 0.12 0.70 ‐0.44

63 ‐0.04 0.15 0.94 ‐0.58 ‐0.04 0.14 0.85 ‐0.61 0.04 0.14 0.93 ‐0.45 ‐0.02 0.13 0.91 ‐0.48

64 0.10 0.19 1.61 ‐0.73 0.02 0.16 1.28 ‐0.61 0.10 0.15 1.13 ‐0.36 0.03 0.15 1.19 ‐0.45

Table C9 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 80o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.01 0.10 0.50 ‐0.85 ‐0.06 0.09 0.45 ‐1.15 0.05 0.08 0.55 ‐0.72 ‐0.07 0.08 0.37 ‐0.79

2 0.00 0.11 0.68 ‐0.62 ‐0.03 0.10 0.58 ‐0.71 0.11 0.11 0.87 ‐0.41 ‐0.05 0.08 0.43 ‐0.55

3 0.01 0.09 0.43 ‐0.70 ‐0.01 0.05 0.22 ‐0.47 0.08 0.07 0.45 ‐0.24 ‐0.05 0.05 0.31 ‐0.37

4 0.01 0.06 0.29 ‐0.43 0.01 0.07 0.44 ‐0.34 0.06 0.05 0.31 ‐0.25 ‐0.06 0.05 0.18 ‐0.39

5 ‐0.02 0.05 0.23 ‐0.32 ‐0.03 0.05 0.24 ‐0.32 0.01 0.05 0.25 ‐0.30 ‐0.05 0.05 0.17 ‐0.39

6 ‐0.05 0.08 0.28 ‐0.62 0.01 0.06 0.39 ‐0.29 ‐0.03 0.08 0.29 ‐0.52 ‐0.03 0.05 0.23 ‐0.39

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.03 0.09 0.89 ‐0.49 0.00 0.08 0.74 ‐0.41 0.06 0.09 0.84 ‐0.27 ‐0.05 0.06 0.50 ‐0.43

9 ‐0.08 0.12 0.58 ‐1.39 ‐0.04 0.13 0.65 ‐1.12 ‐0.05 0.09 0.53 ‐1.12 ‐0.06 0.10 0.44 ‐0.89

10 0.03 0.14 0.59 ‐0.98 ‐0.02 0.13 0.53 ‐0.95 0.05 0.12 0.59 ‐0.71 ‐0.04 0.10 0.42 ‐0.80

11 0.01 0.10 0.49 ‐0.67 0.01 0.09 0.50 ‐0.69 0.06 0.09 0.56 ‐0.48 ‐0.04 0.08 0.35 ‐0.57

12 0.08 0.09 0.57 ‐0.39 0.02 0.08 0.47 ‐0.56 0.10 0.08 0.56 ‐0.36 ‐0.02 0.07 0.36 ‐0.43

13 ‐0.04 0.08 0.37 ‐0.53 ‐0.04 0.07 0.34 ‐0.56 0.01 0.07 0.40 ‐0.35 ‐0.08 0.07 0.25 ‐0.53

14 ‐0.09 0.07 0.27 ‐0.50 ‐0.02 0.08 0.44 ‐0.47 ‐0.07 0.07 0.36 ‐0.49 ‐0.07 0.07 0.31 ‐0.48

15 0.03 0.09 0.55 ‐0.51 ‐0.10 0.09 0.46 ‐0.54 0.04 0.09 0.56 ‐0.45 ‐0.09 0.08 0.36 ‐0.49

16 0.10 0.09 0.90 ‐0.55 ‐0.05 0.07 0.65 ‐0.50 0.04 0.08 0.81 ‐0.44 ‐0.05 0.06 0.53 ‐0.45

17 ‐0.03 0.13 0.57 ‐1.19 ‐0.10 0.12 0.58 ‐1.13 0.03 0.10 0.51 ‐0.99 ‐0.07 0.10 0.40 ‐0.90

18 ‐0.03 0.13 0.65 ‐0.93 0.00 0.00 0.00 0.00 0.07 0.12 0.80 ‐0.66 0.00 0.00 0.00 0.00

19 0.03 0.12 0.53 ‐0.76 ‐0.06 0.09 0.37 ‐0.73 0.11 0.10 0.55 ‐0.52 ‐0.07 0.08 0.29 ‐0.60

20 0.09 0.10 0.57 ‐0.48 ‐0.07 0.08 0.35 ‐0.67 0.11 0.09 0.54 ‐0.36 ‐0.08 0.07 0.25 ‐0.53

21 0.02 0.09 0.54 ‐0.52 ‐0.06 0.08 0.39 ‐0.51 0.09 0.08 0.58 ‐0.37 ‐0.08 0.07 0.24 ‐0.53

22 0.03 0.08 0.58 ‐0.43 ‐0.06 0.08 0.49 ‐0.51 0.10 0.09 0.66 ‐0.39 ‐0.07 0.07 0.30 ‐0.49

23 0.14 0.14 1.05 ‐0.44 0.07 0.13 0.93 ‐0.40 0.20 0.15 1.37 ‐0.33 0.03 0.11 0.92 ‐0.40

24 0.04 0.11 0.98 ‐0.67 ‐0.04 0.10 0.92 ‐0.52 0.09 0.11 1.06 ‐0.42 ‐0.07 0.08 0.65 ‐0.56

25 ‐0.14 0.15 0.42 ‐1.50 ‐0.10 0.14 0.63 ‐1.15 ‐0.09 0.11 0.45 ‐1.22 ‐0.08 0.11 0.41 ‐1.03

26 ‐0.07 0.15 0.46 ‐1.16 ‐0.04 0.14 0.55 ‐0.97 ‐0.02 0.12 0.50 ‐0.92 ‐0.04 0.11 0.41 ‐0.75

27 ‐0.04 0.12 0.53 ‐0.86 ‐0.02 0.11 0.58 ‐0.80 0.06 0.10 0.57 ‐0.59 ‐0.06 0.09 0.41 ‐0.59

28 ‐0.01 0.10 0.50 ‐0.61 ‐0.02 0.09 0.48 ‐0.61 0.08 0.09 0.57 ‐0.41 ‐0.06 0.08 0.38 ‐0.52

29 ‐0.02 0.09 0.47 ‐0.64 ‐0.03 0.09 0.44 ‐0.53 0.05 0.08 0.50 ‐0.46 ‐0.08 0.07 0.31 ‐0.62

30 ‐0.10 0.10 0.47 ‐0.68 ‐0.05 0.09 0.51 ‐0.49 0.01 0.09 0.58 ‐0.62 ‐0.09 0.08 0.36 ‐0.68

31 ‐0.06 0.11 0.54 ‐0.57 ‐0.04 0.10 0.70 ‐0.49 ‐0.01 0.10 0.56 ‐0.55 ‐0.09 0.09 0.37 ‐0.59

32 0.06 0.10 0.88 ‐0.64 ‐0.09 0.09 0.78 ‐0.71 0.07 0.10 1.04 ‐0.45 ‐0.12 0.08 0.54 ‐0.61

33 ‐0.03 0.14 0.48 ‐1.36 ‐0.15 0.13 0.44 ‐1.21 ‐0.04 0.11 0.42 ‐1.22 ‐0.14 0.10 0.24 ‐1.28

34 ‐0.04 0.15 0.70 ‐1.00 ‐0.05 0.13 0.67 ‐0.95 0.04 0.13 0.79 ‐0.82 ‐0.07 0.11 0.42 ‐0.83

35 ‐0.06 0.11 0.49 ‐0.97 ‐0.05 0.10 0.48 ‐0.87 0.02 0.10 0.47 ‐0.65 ‐0.10 0.08 0.28 ‐0.63

36 0.03 0.10 0.47 ‐0.70 ‐0.04 0.09 0.45 ‐0.66 0.05 0.09 0.51 ‐0.47 ‐0.10 0.08 0.29 ‐0.57

37 0.01 0.10 0.44 ‐0.61 ‐0.02 0.09 0.47 ‐0.55 0.02 0.08 0.43 ‐0.56 ‐0.09 0.07 0.34 ‐0.64

38 0.02 0.09 0.59 ‐0.51 0.06 0.09 0.78 ‐0.41 0.05 0.08 0.61 ‐0.42 ‐0.02 0.08 0.48 ‐0.54

39 0.13 0.15 1.12 ‐0.56 0.12 0.14 1.11 ‐0.42 0.16 0.14 1.18 ‐0.39 0.03 0.12 0.81 ‐0.53

40 0.00 0.11 0.90 ‐0.70 0.01 0.11 1.14 ‐0.59 0.06 0.11 1.12 ‐0.50 ‐0.03 0.10 0.82 ‐0.49

41 ‐0.01 0.17 0.68 ‐1.21 ‐0.09 0.14 0.59 ‐1.20 ‐0.04 0.12 0.46 ‐1.25 ‐0.09 0.11 0.38 ‐1.05

42 ‐0.12 0.15 0.44 ‐1.27 ‐0.13 0.14 0.50 ‐1.23 ‐0.11 0.12 0.39 ‐1.10 ‐0.13 0.11 0.29 ‐0.94

43 0.03 0.13 0.60 ‐0.87 ‐0.10 0.11 0.49 ‐0.86 ‐0.02 0.10 0.52 ‐0.63 ‐0.14 0.09 0.30 ‐0.72

44 0.02 0.11 0.55 ‐0.69 ‐0.07 0.10 0.43 ‐0.69 0.01 0.09 0.51 ‐0.56 ‐0.13 0.08 0.34 ‐0.63

45 ‐0.09 0.10 0.36 ‐0.74 ‐0.10 0.09 0.38 ‐0.70 ‐0.09 0.09 0.30 ‐0.71 ‐0.17 0.08 0.27 ‐0.70

46 ‐0.02 0.10 0.52 ‐0.62 0.00 0.00 0.00 0.00 ‐0.05 0.09 0.46 ‐0.60 0.00 0.00 0.00 0.00

47 ‐0.09 0.11 0.47 ‐0.63 ‐0.16 0.10 0.46 ‐0.69 ‐0.10 0.10 0.47 ‐0.71 ‐0.18 0.09 0.39 ‐0.69

48 ‐0.04 0.10 0.69 ‐0.70 ‐0.08 0.09 0.84 ‐0.63 ‐0.03 0.09 0.85 ‐0.52 ‐0.09 0.08 0.70 ‐0.54

49 ‐0.10 0.15 0.48 ‐1.35 ‐0.15 0.13 0.37 ‐1.21 ‐0.03 0.11 0.46 ‐1.26 ‐0.15 0.10 0.31 ‐0.97

50 ‐0.05 0.15 0.55 ‐1.16 ‐0.11 0.14 0.49 ‐1.18 0.02 0.13 0.66 ‐0.89 ‐0.10 0.11 0.43 ‐0.86

51 ‐0.12 0.13 0.31 ‐1.03 ‐0.09 0.13 0.47 ‐1.11 0.02 0.11 0.53 ‐0.70 ‐0.11 0.09 0.28 ‐0.66

52 ‐0.10 0.11 0.38 ‐0.78 ‐0.03 0.11 0.52 ‐0.62 0.02 0.09 0.46 ‐0.55 ‐0.09 0.08 0.43 ‐0.58

53 ‐0.07 0.10 0.38 ‐0.70 ‐0.01 0.09 0.49 ‐0.50 0.00 0.09 0.44 ‐0.61 ‐0.10 0.08 0.40 ‐0.58

54 ‐0.04 0.09 0.41 ‐0.55 ‐0.02 0.09 0.57 ‐0.53 0.03 0.09 0.59 ‐0.53 ‐0.08 0.08 0.40 ‐0.61

55 0.02 0.12 0.74 ‐0.58 0.04 0.13 0.95 ‐0.53 0.04 0.11 0.88 ‐0.43 ‐0.05 0.10 0.69 ‐0.72

56 ‐0.03 0.11 0.92 ‐1.04 ‐0.01 0.11 1.22 ‐0.64 0.02 0.11 1.15 ‐0.46 ‐0.03 0.10 0.90 ‐0.54

57 ‐0.11 0.17 0.48 ‐1.35 ‐0.09 0.15 0.54 ‐1.33 0.00 0.13 0.71 ‐1.39 ‐0.05 0.11 0.44 ‐0.94

58 ‐0.13 0.17 0.49 ‐1.43 ‐0.10 0.16 0.49 ‐1.50 ‐0.04 0.14 0.49 ‐0.99 ‐0.05 0.12 0.46 ‐0.93

59 ‐0.10 0.13 0.47 ‐0.99 ‐0.06 0.13 0.51 ‐0.96 0.02 0.12 0.50 ‐0.69 ‐0.05 0.11 0.46 ‐0.64

60 ‐0.03 0.11 0.47 ‐0.74 ‐0.06 0.11 0.52 ‐0.66 0.05 0.10 0.53 ‐0.52 ‐0.04 0.09 0.43 ‐0.56

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.12 0.11 0.63 ‐0.43 ‐0.12 0.11 0.43 ‐0.68 0.00 0.10 0.50 ‐0.57 ‐0.09 0.09 0.47 ‐0.56

63 ‐0.16 0.11 0.47 ‐0.79 ‐0.14 0.11 0.59 ‐0.78 ‐0.06 0.11 0.69 ‐0.60 ‐0.10 0.10 0.58 ‐0.70

64 ‐0.03 0.11 0.88 ‐0.95 ‐0.09 0.11 0.96 ‐0.88 0.00 0.10 1.06 ‐0.43 ‐0.07 0.10 0.79 ‐0.57

Table C10 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 90o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.05 0.13 0.67 ‐1.10 ‐0.13 0.14 0.61 ‐1.72 0.02 0.11 0.67 ‐1.13 ‐0.10 0.11 0.48 ‐1.20

2 0.00 0.15 0.81 ‐0.76 ‐0.07 0.14 0.68 ‐0.85 0.10 0.14 0.93 ‐0.77 ‐0.05 0.11 0.66 ‐0.73

3 ‐0.01 0.10 0.53 ‐0.57 ‐0.07 0.08 0.22 ‐0.67 0.05 0.08 0.54 ‐0.52 ‐0.06 0.07 0.49 ‐0.59

4 ‐0.04 0.07 0.27 ‐0.52 ‐0.04 0.09 0.48 ‐0.57 0.03 0.06 0.27 ‐0.39 ‐0.08 0.06 0.15 ‐0.59

5 ‐0.06 0.06 0.22 ‐0.56 ‐0.04 0.06 0.20 ‐0.50 ‐0.03 0.06 0.19 ‐0.44 ‐0.07 0.05 0.15 ‐0.53

6 ‐0.09 0.08 0.17 ‐0.57 ‐0.03 0.06 0.25 ‐0.43 ‐0.06 0.08 0.30 ‐0.61 ‐0.04 0.05 0.21 ‐0.43

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.00 0.06 0.56 ‐0.48 ‐0.05 0.06 0.42 ‐0.59 0.02 0.06 0.72 ‐0.38 ‐0.06 0.06 0.36 ‐0.47

9 ‐0.18 0.17 0.52 ‐1.64 ‐0.18 0.20 0.76 ‐1.77 ‐0.12 0.15 0.61 ‐1.70 ‐0.16 0.16 0.47 ‐1.63

10 ‐0.13 0.19 0.52 ‐1.41 ‐0.18 0.20 0.51 ‐1.57 ‐0.07 0.17 0.53 ‐1.60 ‐0.15 0.15 0.37 ‐1.36

11 ‐0.08 0.14 0.42 ‐1.09 ‐0.10 0.14 0.36 ‐1.05 ‐0.02 0.12 0.47 ‐1.14 ‐0.11 0.11 0.28 ‐0.96

12 ‐0.04 0.12 0.36 ‐0.83 ‐0.06 0.11 0.33 ‐0.81 0.04 0.10 0.44 ‐0.74 ‐0.06 0.09 0.27 ‐0.75

13 ‐0.08 0.10 0.28 ‐0.82 ‐0.12 0.10 0.22 ‐0.75 ‐0.05 0.09 0.27 ‐0.71 ‐0.12 0.08 0.19 ‐0.83

14 ‐0.13 0.08 0.16 ‐0.69 ‐0.12 0.09 0.25 ‐0.71 ‐0.13 0.08 0.19 ‐0.65 ‐0.10 0.08 0.26 ‐0.76

15 ‐0.06 0.09 0.36 ‐0.56 ‐0.13 0.10 0.30 ‐0.66 0.00 0.09 0.41 ‐0.46 ‐0.12 0.09 0.31 ‐0.63

16 ‐0.03 0.06 0.50 ‐0.59 ‐0.07 0.06 0.24 ‐0.53 0.00 0.07 0.60 ‐0.40 ‐0.06 0.06 0.41 ‐0.44

17 ‐0.15 0.18 0.54 ‐1.61 ‐0.22 0.19 0.73 ‐1.81 ‐0.07 0.15 0.66 ‐1.70 ‐0.16 0.15 0.42 ‐1.79

18 ‐0.13 0.19 0.82 ‐1.43 0.00 0.00 0.00 0.00 ‐0.03 0.17 0.76 ‐1.38 0.00 0.00 0.00 0.00

19 ‐0.10 0.16 0.60 ‐1.24 ‐0.18 0.15 0.37 ‐1.37 0.01 0.14 0.55 ‐0.99 ‐0.13 0.11 0.27 ‐1.04

20 ‐0.07 0.14 0.35 ‐1.06 ‐0.16 0.12 0.24 ‐1.04 0.02 0.12 0.44 ‐0.85 ‐0.14 0.10 0.19 ‐1.00

21 ‐0.06 0.11 0.32 ‐0.86 ‐0.15 0.11 0.22 ‐0.95 0.02 0.10 0.47 ‐0.72 ‐0.13 0.08 0.20 ‐0.87

22 ‐0.01 0.09 0.32 ‐0.63 ‐0.10 0.09 0.26 ‐0.73 0.05 0.09 0.52 ‐0.52 ‐0.11 0.08 0.20 ‐0.71

23 0.11 0.13 0.85 ‐0.42 0.04 0.13 0.78 ‐0.62 0.18 0.14 1.06 ‐0.37 0.03 0.11 0.71 ‐0.50

24 0.00 0.08 0.51 ‐0.60 ‐0.09 0.08 0.39 ‐0.65 0.03 0.08 0.90 ‐0.42 ‐0.10 0.08 0.42 ‐0.71

25 ‐0.31 0.22 0.50 ‐1.85 ‐0.25 0.22 0.71 ‐1.98 ‐0.22 0.18 0.51 ‐1.74 ‐0.20 0.19 0.52 ‐2.10

26 ‐0.28 0.22 0.36 ‐1.78 ‐0.26 0.22 0.47 ‐1.72 ‐0.16 0.19 0.44 ‐1.48 ‐0.17 0.18 0.39 ‐1.60

27 ‐0.16 0.17 0.35 ‐1.40 ‐0.16 0.17 0.41 ‐1.29 ‐0.05 0.15 0.50 ‐1.15 ‐0.15 0.13 0.31 ‐1.25

28 ‐0.12 0.14 0.36 ‐1.07 ‐0.12 0.13 0.33 ‐0.96 ‐0.02 0.12 0.39 ‐0.94 ‐0.14 0.11 0.24 ‐1.06

29 ‐0.15 0.12 0.27 ‐0.93 ‐0.13 0.12 0.29 ‐1.04 ‐0.03 0.11 0.42 ‐0.82 ‐0.14 0.10 0.21 ‐0.99

30 ‐0.14 0.11 0.27 ‐0.89 ‐0.13 0.11 0.31 ‐0.90 ‐0.06 0.10 0.44 ‐0.83 ‐0.14 0.09 0.26 ‐0.80

31 ‐0.13 0.10 0.32 ‐0.76 ‐0.13 0.11 0.37 ‐0.68 ‐0.06 0.10 0.40 ‐0.64 ‐0.13 0.09 0.31 ‐0.64

32 ‐0.03 0.07 0.42 ‐0.66 ‐0.14 0.07 0.30 ‐0.78 0.03 0.07 0.72 ‐0.47 ‐0.14 0.07 0.40 ‐0.79

33 ‐0.24 0.21 0.53 ‐1.69 ‐0.29 0.21 0.51 ‐2.00 ‐0.19 0.18 0.48 ‐1.61 ‐0.27 0.18 0.32 ‐2.31

34 ‐0.17 0.22 0.72 ‐1.56 ‐0.22 0.22 0.60 ‐1.73 ‐0.09 0.19 0.74 ‐1.33 ‐0.19 0.17 0.42 ‐1.38

35 ‐0.17 0.18 0.43 ‐1.44 ‐0.20 0.18 0.32 ‐1.53 ‐0.11 0.15 0.42 ‐1.10 ‐0.20 0.14 0.26 ‐1.35

36 ‐0.13 0.15 0.32 ‐1.23 ‐0.19 0.14 0.24 ‐1.11 ‐0.06 0.12 0.39 ‐0.97 ‐0.18 0.12 0.21 ‐1.18

37 ‐0.12 0.13 0.29 ‐0.99 ‐0.12 0.12 0.33 ‐1.01 ‐0.07 0.11 0.34 ‐0.93 ‐0.16 0.10 0.18 ‐0.97

38 ‐0.08 0.11 0.27 ‐0.82 ‐0.03 0.11 0.45 ‐0.74 ‐0.02 0.09 0.38 ‐0.72 ‐0.06 0.09 0.34 ‐0.67

39 0.10 0.15 0.96 ‐0.41 0.09 0.14 0.90 ‐0.52 0.14 0.14 0.98 ‐0.44 0.02 0.13 0.83 ‐0.56

40 ‐0.03 0.09 0.48 ‐0.70 ‐0.05 0.09 0.57 ‐0.83 0.00 0.08 0.72 ‐0.55 ‐0.07 0.08 0.52 ‐0.75

41 ‐0.29 0.24 0.57 ‐1.91 ‐0.30 0.24 0.49 ‐2.29 ‐0.20 0.21 0.57 ‐1.92 ‐0.23 0.21 0.44 ‐1.98

42 ‐0.35 0.24 0.35 ‐2.01 ‐0.32 0.24 0.36 ‐2.07 ‐0.27 0.20 0.35 ‐1.67 ‐0.27 0.20 0.30 ‐2.07

43 ‐0.19 0.19 0.43 ‐1.58 ‐0.25 0.18 0.29 ‐1.55 ‐0.14 0.16 0.48 ‐1.18 ‐0.24 0.15 0.25 ‐1.63

44 ‐0.16 0.15 0.34 ‐1.13 ‐0.21 0.15 0.27 ‐1.21 ‐0.09 0.13 0.31 ‐1.05 ‐0.22 0.12 0.18 ‐1.21

45 ‐0.22 0.13 0.20 ‐1.21 ‐0.23 0.13 0.21 ‐1.19 ‐0.18 0.12 0.20 ‐1.07 ‐0.24 0.11 0.09 ‐1.07

46 ‐0.17 0.12 0.25 ‐1.03 0.00 0.00 0.00 0.00 ‐0.13 0.10 0.32 ‐0.84 0.00 0.00 0.00 0.00

47 ‐0.21 0.11 0.24 ‐0.80 ‐0.23 0.11 0.19 ‐0.87 ‐0.17 0.11 0.26 ‐0.75 ‐0.23 0.10 0.15 ‐0.82

48 ‐0.09 0.07 0.30 ‐0.75 ‐0.12 0.07 0.43 ‐0.75 ‐0.07 0.07 0.42 ‐0.64 ‐0.13 0.07 0.40 ‐0.64

49 ‐0.33 0.24 0.55 ‐2.12 ‐0.34 0.23 0.34 ‐2.27 ‐0.18 0.19 0.43 ‐1.63 ‐0.28 0.19 0.34 ‐1.99

50 ‐0.28 0.24 0.55 ‐1.80 ‐0.29 0.23 0.62 ‐1.92 ‐0.14 0.20 0.68 ‐1.46 ‐0.23 0.18 0.38 ‐1.70

51 ‐0.25 0.19 0.31 ‐1.60 ‐0.26 0.19 0.33 ‐1.44 ‐0.12 0.16 0.39 ‐1.27 ‐0.22 0.15 0.17 ‐1.65

52 ‐0.20 0.15 0.28 ‐1.28 ‐0.18 0.15 0.35 ‐1.26 ‐0.09 0.13 0.32 ‐1.09 ‐0.17 0.12 0.19 ‐1.16

53 ‐0.16 0.13 0.25 ‐1.06 ‐0.14 0.13 0.38 ‐1.03 ‐0.09 0.11 0.31 ‐0.93 ‐0.17 0.10 0.18 ‐0.95

54 ‐0.12 0.11 0.27 ‐0.75 ‐0.11 0.11 0.33 ‐0.88 ‐0.04 0.09 0.29 ‐0.60 ‐0.13 0.09 0.20 ‐0.76

55 0.00 0.13 0.60 ‐0.55 0.00 0.13 0.73 ‐0.59 0.00 0.11 0.64 ‐0.54 ‐0.07 0.11 0.53 ‐0.63

56 ‐0.08 0.09 0.32 ‐0.84 ‐0.07 0.09 0.43 ‐0.88 ‐0.05 0.08 0.49 ‐0.65 ‐0.09 0.08 0.54 ‐0.65

57 ‐0.32 0.26 0.58 ‐2.09 ‐0.30 0.25 0.52 ‐2.52 ‐0.18 0.22 0.56 ‐1.77 ‐0.20 0.21 0.47 ‐1.92

58 ‐0.37 0.28 0.48 ‐2.12 ‐0.34 0.28 0.42 ‐2.21 ‐0.22 0.24 0.49 ‐1.89 ‐0.20 0.23 0.47 ‐2.10

59 ‐0.27 0.19 0.34 ‐1.65 ‐0.26 0.20 0.33 ‐1.51 ‐0.11 0.17 0.48 ‐1.26 ‐0.16 0.17 0.33 ‐1.54

60 ‐0.20 0.15 0.31 ‐1.28 ‐0.21 0.15 0.36 ‐1.31 ‐0.05 0.13 0.39 ‐1.05 ‐0.13 0.13 0.30 ‐1.10

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.21 0.12 0.21 ‐0.89 ‐0.22 0.12 0.26 ‐1.02 ‐0.11 0.11 0.38 ‐0.75 ‐0.17 0.10 0.23 ‐0.82

63 ‐0.22 0.11 0.26 ‐0.83 ‐0.23 0.11 0.25 ‐0.92 ‐0.13 0.11 0.36 ‐0.75 ‐0.17 0.10 0.35 ‐0.81

64 ‐0.13 0.08 0.27 ‐0.96 ‐0.15 0.08 0.33 ‐0.77 ‐0.07 0.08 0.49 ‐0.62 ‐0.13 0.08 0.44 ‐0.74

Table C11 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 100o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.11 0.19 1.09 ‐1.82 ‐0.19 0.19 0.84 ‐2.27 ‐0.02 0.16 0.97 ‐1.54 ‐0.14 0.15 0.68 ‐1.66

2 ‐0.01 0.20 1.12 ‐0.89 ‐0.10 0.18 0.77 ‐1.19 0.09 0.17 1.07 ‐0.84 ‐0.05 0.15 0.74 ‐0.93

3 ‐0.04 0.13 0.88 ‐0.82 ‐0.12 0.10 0.35 ‐1.03 0.02 0.11 0.74 ‐0.80 ‐0.08 0.10 0.50 ‐0.68

4 ‐0.08 0.10 0.36 ‐0.90 ‐0.08 0.11 0.56 ‐0.77 ‐0.01 0.08 0.40 ‐0.64 ‐0.11 0.08 0.21 ‐0.75

5 ‐0.11 0.09 0.25 ‐0.85 ‐0.08 0.08 0.26 ‐0.70 ‐0.07 0.08 0.24 ‐0.71 ‐0.11 0.08 0.17 ‐0.73

6 ‐0.12 0.10 0.23 ‐0.82 ‐0.05 0.07 0.25 ‐0.62 ‐0.08 0.09 0.23 ‐0.80 ‐0.06 0.07 0.21 ‐0.54

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.01 0.06 0.28 ‐0.56 ‐0.06 0.06 0.39 ‐0.54 0.01 0.06 0.38 ‐0.41 ‐0.07 0.07 0.29 ‐0.59

9 ‐0.31 0.25 0.75 ‐2.35 ‐0.32 0.26 0.63 ‐2.55 ‐0.22 0.21 0.69 ‐2.19 ‐0.29 0.21 0.72 ‐2.17

10 ‐0.29 0.24 0.49 ‐1.94 ‐0.34 0.24 0.41 ‐2.48 ‐0.21 0.20 0.44 ‐2.02 ‐0.30 0.20 0.26 ‐1.61

11 ‐0.22 0.19 0.43 ‐1.60 ‐0.22 0.17 0.40 ‐1.70 ‐0.12 0.16 0.41 ‐1.35 ‐0.20 0.14 0.28 ‐1.21

12 ‐0.14 0.16 0.41 ‐1.28 ‐0.16 0.15 0.28 ‐1.32 ‐0.05 0.13 0.41 ‐1.06 ‐0.14 0.13 0.27 ‐1.15

13 ‐0.18 0.15 0.33 ‐1.29 ‐0.20 0.14 0.19 ‐1.41 ‐0.14 0.13 0.23 ‐1.18 ‐0.19 0.13 0.16 ‐1.10

14 ‐0.21 0.13 0.21 ‐1.16 ‐0.19 0.13 0.27 ‐1.09 ‐0.20 0.12 0.17 ‐1.24 ‐0.15 0.12 0.22 ‐1.00

15 ‐0.11 0.11 0.32 ‐0.87 ‐0.17 0.12 0.27 ‐0.88 ‐0.04 0.11 0.37 ‐0.83 ‐0.15 0.10 0.28 ‐0.94

16 ‐0.04 0.06 0.26 ‐0.53 ‐0.08 0.07 0.27 ‐0.64 ‐0.02 0.07 0.39 ‐0.62 ‐0.07 0.06 0.22 ‐0.62

17 ‐0.31 0.25 0.78 ‐2.59 ‐0.36 0.26 0.53 ‐2.68 ‐0.20 0.21 0.68 ‐1.92 ‐0.28 0.20 0.59 ‐1.99

18 ‐0.28 0.25 0.83 ‐1.71 0.00 0.00 0.00 0.00 ‐0.15 0.21 0.78 ‐1.68 0.00 0.00 0.00 0.00

19 ‐0.26 0.21 0.49 ‐1.70 ‐0.31 0.19 0.38 ‐1.98 ‐0.12 0.18 0.72 ‐1.36 ‐0.24 0.16 0.34 ‐1.44

20 ‐0.21 0.19 0.39 ‐1.44 ‐0.27 0.17 0.20 ‐1.64 ‐0.10 0.16 0.41 ‐1.47 ‐0.23 0.15 0.24 ‐1.34

21 ‐0.18 0.18 0.37 ‐1.36 ‐0.25 0.15 0.19 ‐1.39 ‐0.07 0.15 0.36 ‐1.19 ‐0.21 0.13 0.20 ‐1.22

22 ‐0.09 0.14 0.35 ‐0.96 ‐0.18 0.12 0.23 ‐1.04 ‐0.02 0.12 0.42 ‐1.16 ‐0.16 0.10 0.16 ‐1.10

23 0.07 0.14 0.88 ‐0.55 0.00 0.13 0.77 ‐0.59 0.15 0.14 0.98 ‐0.54 0.01 0.12 0.71 ‐0.68

24 ‐0.02 0.08 0.28 ‐0.59 ‐0.12 0.08 0.30 ‐0.75 0.01 0.08 0.50 ‐0.56 ‐0.11 0.08 0.28 ‐0.73

25 ‐0.51 0.30 0.37 ‐2.81 ‐0.43 0.29 0.64 ‐2.82 ‐0.36 0.24 0.39 ‐2.77 ‐0.38 0.24 0.44 ‐2.27

26 ‐0.51 0.30 0.31 ‐2.54 ‐0.46 0.27 0.36 ‐3.10 ‐0.35 0.25 0.39 ‐2.62 ‐0.35 0.25 0.31 ‐2.19

27 ‐0.35 0.24 0.42 ‐2.00 ‐0.33 0.22 0.29 ‐2.03 ‐0.20 0.20 0.35 ‐1.74 ‐0.28 0.19 0.23 ‐1.72

28 ‐0.27 0.21 0.34 ‐1.57 ‐0.25 0.19 0.29 ‐1.54 ‐0.15 0.18 0.33 ‐1.36 ‐0.24 0.16 0.22 ‐1.44

29 ‐0.28 0.20 0.24 ‐1.52 ‐0.24 0.18 0.22 ‐1.50 ‐0.13 0.17 0.31 ‐1.51 ‐0.24 0.16 0.18 ‐1.50

30 ‐0.23 0.17 0.26 ‐1.40 ‐0.21 0.16 0.28 ‐1.21 ‐0.14 0.14 0.30 ‐1.18 ‐0.21 0.13 0.17 ‐1.30

31 ‐0.18 0.13 0.26 ‐1.10 ‐0.18 0.12 0.24 ‐1.00 ‐0.11 0.12 0.32 ‐0.92 ‐0.17 0.11 0.20 ‐0.91

32 ‐0.04 0.07 0.25 ‐0.51 ‐0.16 0.08 0.09 ‐0.82 0.02 0.07 0.40 ‐0.63 ‐0.16 0.08 0.15 ‐0.80

33 ‐0.47 0.29 0.52 ‐2.44 ‐0.47 0.27 0.50 ‐2.75 ‐0.36 0.24 0.42 ‐2.50 ‐0.43 0.23 0.38 ‐2.28

34 ‐0.42 0.29 0.65 ‐2.31 ‐0.43 0.27 0.54 ‐2.59 ‐0.27 0.24 0.63 ‐1.91 ‐0.33 0.23 0.50 ‐1.99

35 ‐0.39 0.26 0.29 ‐2.07 ‐0.39 0.23 0.29 ‐1.99 ‐0.28 0.22 0.33 ‐1.77 ‐0.36 0.21 0.27 ‐1.76

36 ‐0.31 0.23 0.26 ‐1.77 ‐0.35 0.21 0.21 ‐1.83 ‐0.20 0.19 0.26 ‐1.59 ‐0.31 0.19 0.16 ‐1.61

37 ‐0.26 0.20 0.35 ‐1.79 ‐0.24 0.18 0.25 ‐1.57 ‐0.19 0.17 0.25 ‐1.53 ‐0.26 0.16 0.17 ‐1.40

38 ‐0.18 0.16 0.32 ‐1.35 ‐0.12 0.15 0.38 ‐1.12 ‐0.10 0.13 0.29 ‐1.06 ‐0.13 0.12 0.27 ‐1.13

39 0.04 0.16 1.02 ‐0.97 0.03 0.16 0.80 ‐0.65 0.09 0.15 0.94 ‐0.53 ‐0.01 0.14 0.85 ‐0.66

40 ‐0.07 0.10 0.27 ‐0.69 ‐0.09 0.10 0.26 ‐0.70 ‐0.03 0.09 0.30 ‐0.74 ‐0.09 0.09 0.29 ‐0.81

41 ‐0.55 0.33 0.48 ‐2.81 ‐0.51 0.31 0.57 ‐2.92 ‐0.39 0.28 0.48 ‐2.66 ‐0.44 0.28 0.40 ‐2.47

42 ‐0.63 0.33 0.22 ‐2.85 ‐0.55 0.31 0.26 ‐3.19 ‐0.48 0.28 0.27 ‐2.88 ‐0.49 0.28 0.27 ‐2.43

43 ‐0.42 0.28 0.26 ‐2.23 ‐0.44 0.25 0.25 ‐2.09 ‐0.31 0.23 0.33 ‐1.86 ‐0.40 0.23 0.17 ‐2.06

44 ‐0.34 0.24 0.25 ‐2.03 ‐0.37 0.21 0.20 ‐1.80 ‐0.23 0.20 0.28 ‐1.71 ‐0.34 0.19 0.11 ‐1.78

45 ‐0.37 0.22 0.13 ‐1.98 ‐0.36 0.19 0.15 ‐1.62 ‐0.30 0.18 0.15 ‐1.76 ‐0.34 0.16 0.06 ‐1.83

46 ‐0.26 0.17 0.24 ‐1.66 0.00 0.00 0.00 0.00 ‐0.20 0.14 0.24 ‐1.16 0.00 0.00 0.00 0.00

47 ‐0.27 0.13 0.14 ‐1.23 ‐0.29 0.12 0.14 ‐0.96 ‐0.22 0.12 0.16 ‐0.92 ‐0.27 0.11 0.09 ‐1.01

48 ‐0.13 0.07 0.14 ‐0.72 ‐0.14 0.08 0.12 ‐0.74 ‐0.10 0.07 0.18 ‐0.76 ‐0.15 0.07 0.16 ‐0.72

49 ‐0.62 0.32 0.36 ‐3.40 ‐0.56 0.30 0.38 ‐3.02 ‐0.38 0.27 0.44 ‐2.63 ‐0.48 0.27 0.40 ‐2.73

50 ‐0.59 0.33 0.45 ‐3.05 ‐0.52 0.30 0.41 ‐2.73 ‐0.35 0.28 0.63 ‐2.39 ‐0.43 0.25 0.39 ‐2.16

51 ‐0.52 0.30 0.18 ‐2.44 ‐0.48 0.26 0.23 ‐2.23 ‐0.32 0.26 0.36 ‐2.28 ‐0.40 0.23 0.16 ‐1.96

52 ‐0.40 0.25 0.18 ‐2.15 ‐0.34 0.22 0.21 ‐1.82 ‐0.23 0.21 0.26 ‐1.79 ‐0.30 0.19 0.14 ‐1.93

53 ‐0.31 0.20 0.19 ‐1.83 ‐0.27 0.18 0.22 ‐1.44 ‐0.20 0.16 0.24 ‐1.34 ‐0.26 0.15 0.14 ‐1.65

54 ‐0.23 0.15 0.20 ‐1.59 ‐0.21 0.14 0.25 ‐1.13 ‐0.11 0.13 0.32 ‐0.94 ‐0.19 0.12 0.16 ‐1.15

55 ‐0.06 0.15 0.70 ‐0.98 ‐0.04 0.14 0.64 ‐0.83 ‐0.04 0.12 0.62 ‐0.64 ‐0.09 0.12 0.66 ‐0.69

56 ‐0.13 0.11 0.22 ‐0.87 ‐0.11 0.11 0.31 ‐0.72 ‐0.08 0.09 0.28 ‐0.77 ‐0.11 0.09 0.28 ‐0.86

57 ‐0.63 0.35 0.23 ‐3.33 ‐0.54 0.31 0.47 ‐3.54 ‐0.40 0.29 0.56 ‐3.04 ‐0.42 0.28 0.54 ‐3.05

58 ‐0.72 0.38 0.25 ‐3.53 ‐0.62 0.35 0.32 ‐2.88 ‐0.48 0.33 0.36 ‐2.81 ‐0.45 0.32 0.37 ‐2.57

59 ‐0.53 0.31 0.20 ‐2.46 ‐0.47 0.28 0.24 ‐2.10 ‐0.32 0.27 0.32 ‐2.22 ‐0.35 0.26 0.34 ‐2.23

60 ‐0.38 0.23 0.22 ‐2.15 ‐0.36 0.21 0.17 ‐1.75 ‐0.19 0.20 0.31 ‐1.50 ‐0.25 0.19 0.32 ‐1.81

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.31 0.15 0.21 ‐1.56 ‐0.32 0.14 0.14 ‐1.18 ‐0.21 0.14 0.26 ‐1.06 ‐0.24 0.12 0.20 ‐1.24

63 ‐0.29 0.12 0.13 ‐1.09 ‐0.29 0.12 0.13 ‐1.03 ‐0.19 0.11 0.28 ‐0.83 ‐0.22 0.11 0.16 ‐0.96

64 ‐0.18 0.08 0.12 ‐0.86 ‐0.18 0.08 0.16 ‐0.76 ‐0.10 0.08 0.23 ‐0.60 ‐0.15 0.07 0.19 ‐0.83

Table C12 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 110o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.17 0.30 1.52 ‐2.14 ‐0.24 0.30 1.94 ‐2.74 ‐0.03 0.25 1.58 ‐1.97 ‐0.20 0.21 0.77 ‐1.98

2 0.06 0.27 1.35 ‐1.28 ‐0.06 0.24 1.10 ‐1.35 0.15 0.24 1.29 ‐1.22 ‐0.04 0.18 0.85 ‐1.25

3 ‐0.01 0.19 1.06 ‐1.05 ‐0.13 0.15 0.44 ‐1.54 0.05 0.17 1.01 ‐0.92 ‐0.11 0.15 0.80 ‐1.27

4 ‐0.09 0.14 0.47 ‐1.30 ‐0.07 0.17 0.88 ‐1.20 ‐0.03 0.11 0.52 ‐1.26 ‐0.17 0.12 0.32 ‐1.15

5 ‐0.14 0.12 0.42 ‐1.29 ‐0.12 0.12 0.39 ‐1.13 ‐0.10 0.11 0.37 ‐1.00 ‐0.19 0.12 0.41 ‐0.98

6 ‐0.12 0.12 0.37 ‐0.95 ‐0.08 0.10 0.38 ‐0.90 ‐0.09 0.12 0.42 ‐1.11 ‐0.11 0.11 0.45 ‐0.93

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.03 0.09 0.43 ‐0.72 ‐0.07 0.08 0.30 ‐0.79 0.00 0.08 0.46 ‐0.59 ‐0.08 0.09 0.28 ‐0.86

9 ‐0.44 0.39 1.19 ‐3.49 ‐0.47 0.38 1.74 ‐3.19 ‐0.30 0.31 1.54 ‐2.87 ‐0.45 0.28 0.63 ‐2.90

10 ‐0.43 0.31 0.60 ‐2.31 ‐0.49 0.32 0.50 ‐2.62 ‐0.32 0.25 0.63 ‐2.28 ‐0.47 0.25 0.25 ‐2.25

11 ‐0.32 0.23 0.50 ‐1.84 ‐0.30 0.22 0.44 ‐2.16 ‐0.21 0.19 0.56 ‐1.88 ‐0.33 0.19 0.26 ‐1.55

12 ‐0.25 0.19 0.53 ‐1.61 ‐0.25 0.19 0.40 ‐1.87 ‐0.14 0.16 0.60 ‐1.44 ‐0.28 0.17 0.41 ‐1.39

13 ‐0.29 0.18 0.35 ‐1.58 ‐0.31 0.18 0.34 ‐1.74 ‐0.24 0.16 0.36 ‐1.50 ‐0.36 0.19 0.24 ‐1.71

14 ‐0.32 0.16 0.19 ‐1.41 ‐0.31 0.18 0.29 ‐1.73 ‐0.30 0.15 0.18 ‐1.28 ‐0.31 0.19 0.23 ‐1.53

15 ‐0.21 0.15 0.30 ‐1.22 ‐0.27 0.16 0.25 ‐1.50 ‐0.13 0.14 0.40 ‐1.07 ‐0.25 0.16 0.29 ‐1.49

16 ‐0.08 0.08 0.21 ‐0.92 ‐0.11 0.09 0.23 ‐0.81 ‐0.05 0.09 0.38 ‐0.72 ‐0.09 0.09 0.25 ‐0.70

17 ‐0.46 0.38 1.20 ‐3.13 ‐0.52 0.38 1.46 ‐3.16 ‐0.31 0.31 1.59 ‐2.47 ‐0.46 0.27 0.69 ‐2.89

18 ‐0.31 0.32 0.95 ‐2.12 0.00 0.00 0.00 0.00 ‐0.18 0.28 1.20 ‐1.91 0.00 0.00 0.00 0.00

19 ‐0.35 0.25 0.67 ‐2.03 ‐0.39 0.25 0.69 ‐2.40 ‐0.23 0.22 0.87 ‐2.07 ‐0.40 0.23 0.44 ‐1.75

20 ‐0.35 0.21 0.39 ‐2.00 ‐0.39 0.22 0.38 ‐1.89 ‐0.24 0.19 0.58 ‐1.79 ‐0.42 0.21 0.25 ‐1.74

21 ‐0.34 0.20 0.32 ‐1.64 ‐0.38 0.20 0.29 ‐1.67 ‐0.22 0.18 0.39 ‐1.44 ‐0.40 0.21 0.24 ‐1.80

22 ‐0.24 0.17 0.32 ‐1.49 ‐0.30 0.17 0.28 ‐1.43 ‐0.14 0.16 0.42 ‐1.14 ‐0.31 0.18 0.23 ‐1.75

23 ‐0.04 0.15 0.81 ‐0.93 ‐0.10 0.15 0.67 ‐1.04 0.07 0.16 0.99 ‐0.80 ‐0.08 0.16 0.66 ‐0.99

24 ‐0.10 0.11 0.29 ‐1.06 ‐0.18 0.11 0.20 ‐0.99 ‐0.04 0.10 0.37 ‐0.67 ‐0.17 0.11 0.19 ‐1.18

25 ‐0.72 0.44 0.52 ‐3.63 ‐0.64 0.43 1.07 ‐3.59 ‐0.53 0.34 1.04 ‐3.01 ‐0.62 0.31 0.57 ‐3.35

26 ‐0.71 0.38 0.35 ‐3.28 ‐0.67 0.36 0.29 ‐3.39 ‐0.54 0.32 0.55 ‐2.73 ‐0.60 0.30 0.30 ‐2.58

27 ‐0.54 0.28 0.36 ‐2.31 ‐0.51 0.27 0.32 ‐2.43 ‐0.38 0.24 0.49 ‐2.15 ‐0.52 0.25 0.33 ‐2.14

28 ‐0.47 0.24 0.28 ‐2.31 ‐0.44 0.23 0.30 ‐2.15 ‐0.33 0.21 0.38 ‐1.74 ‐0.47 0.23 0.15 ‐1.97

29 ‐0.48 0.24 0.20 ‐1.97 ‐0.44 0.23 0.31 ‐2.00 ‐0.32 0.21 0.35 ‐1.60 ‐0.47 0.25 0.19 ‐1.95

30 ‐0.42 0.23 0.24 ‐1.98 ‐0.39 0.22 0.25 ‐2.02 ‐0.30 0.20 0.26 ‐1.52 ‐0.39 0.23 0.14 ‐1.95

31 ‐0.31 0.19 0.27 ‐1.52 ‐0.29 0.17 0.23 ‐1.57 ‐0.22 0.17 0.28 ‐1.28 ‐0.27 0.16 0.25 ‐1.51

32 ‐0.08 0.09 0.29 ‐0.69 ‐0.20 0.09 0.18 ‐0.89 ‐0.02 0.09 0.37 ‐0.77 ‐0.20 0.09 0.13 ‐1.03

33 ‐0.67 0.39 0.61 ‐3.67 ‐0.68 0.39 0.82 ‐3.36 ‐0.55 0.33 1.43 ‐3.09 ‐0.67 0.30 0.47 ‐3.06

34 ‐0.57 0.33 0.67 ‐2.75 ‐0.58 0.34 0.60 ‐2.76 ‐0.42 0.30 0.88 ‐2.32 ‐0.55 0.30 0.63 ‐2.70

35 ‐0.60 0.28 0.70 ‐2.32 ‐0.58 0.28 0.76 ‐2.43 ‐0.47 0.26 0.50 ‐2.59 ‐0.61 0.28 0.45 ‐2.27

36 ‐0.55 0.26 0.26 ‐2.10 ‐0.57 0.26 0.23 ‐2.28 ‐0.42 0.24 0.29 ‐1.82 ‐0.57 0.27 0.22 ‐2.12

37 ‐0.50 0.25 0.22 ‐2.15 ‐0.47 0.24 0.23 ‐2.28 ‐0.40 0.23 0.26 ‐1.84 ‐0.50 0.25 0.13 ‐2.02

38 ‐0.39 0.22 0.19 ‐1.90 ‐0.32 0.21 0.34 ‐1.85 ‐0.28 0.20 0.29 ‐1.54 ‐0.30 0.21 0.35 ‐1.80

39 ‐0.14 0.18 0.72 ‐1.10 ‐0.13 0.19 0.72 ‐1.11 ‐0.03 0.18 0.90 ‐0.98 ‐0.11 0.19 0.86 ‐1.30

40 ‐0.16 0.12 0.28 ‐0.88 ‐0.16 0.12 0.23 ‐0.90 ‐0.09 0.12 0.31 ‐0.86 ‐0.14 0.12 0.24 ‐0.99

41 ‐0.80 0.44 0.52 ‐4.19 ‐0.78 0.45 0.75 ‐4.06 ‐0.64 0.39 0.88 ‐3.25 ‐0.74 0.35 0.32 ‐3.54

42 ‐0.88 0.39 0.29 ‐4.06 ‐0.80 0.39 0.39 ‐3.66 ‐0.71 0.35 0.43 ‐3.47 ‐0.79 0.34 0.11 ‐3.40

43 ‐0.71 0.32 0.32 ‐2.94 ‐0.70 0.31 0.23 ‐2.96 ‐0.57 0.29 0.31 ‐2.44 ‐0.69 0.30 0.16 ‐2.55

44 ‐0.63 0.29 0.19 ‐2.54 ‐0.62 0.28 0.23 ‐2.68 ‐0.48 0.27 0.23 ‐2.32 ‐0.61 0.28 0.12 ‐2.27

45 ‐0.64 0.30 0.12 ‐2.79 ‐0.60 0.27 0.17 ‐2.52 ‐0.52 0.27 0.13 ‐2.21 ‐0.58 0.28 0.05 ‐2.37

46 ‐0.45 0.26 0.24 ‐2.00 0.00 0.00 0.00 0.00 ‐0.37 0.23 0.23 ‐1.96 0.00 0.00 0.00 0.00

47 ‐0.36 0.19 0.19 ‐1.67 ‐0.38 0.17 0.15 ‐1.60 ‐0.31 0.17 0.22 ‐1.60 ‐0.36 0.16 0.08 ‐1.61

48 ‐0.18 0.10 0.12 ‐0.89 ‐0.19 0.10 0.14 ‐0.87 ‐0.14 0.09 0.23 ‐0.89 ‐0.18 0.09 0.17 ‐1.05

49 ‐0.87 0.40 0.37 ‐3.55 ‐0.82 0.42 0.60 ‐3.86 ‐0.64 0.36 0.66 ‐3.02 ‐0.79 0.35 0.53 ‐3.69

50 ‐0.86 0.36 0.33 ‐3.31 ‐0.79 0.36 0.40 ‐3.01 ‐0.61 0.33 0.78 ‐2.87 ‐0.70 0.32 0.42 ‐2.99

51 ‐0.87 0.33 0.19 ‐2.85 ‐0.80 0.32 0.27 ‐2.93 ‐0.63 0.31 0.41 ‐2.56 ‐0.72 0.32 0.17 ‐2.57

52 ‐0.73 0.32 0.12 ‐2.70 ‐0.66 0.30 0.19 ‐2.79 ‐0.52 0.30 0.20 ‐2.55 ‐0.59 0.31 0.09 ‐2.57

53 ‐0.59 0.29 0.11 ‐2.34 ‐0.54 0.28 0.16 ‐2.38 ‐0.44 0.27 0.20 ‐2.24 ‐0.49 0.28 0.12 ‐2.59

54 ‐0.44 0.24 0.11 ‐2.07 ‐0.41 0.22 0.20 ‐1.89 ‐0.29 0.21 0.29 ‐1.81 ‐0.34 0.21 0.15 ‐2.22

55 ‐0.24 0.19 0.56 ‐1.50 ‐0.20 0.18 0.66 ‐1.47 ‐0.15 0.16 0.65 ‐1.23 ‐0.17 0.16 0.59 ‐1.52

56 ‐0.21 0.12 0.20 ‐0.95 ‐0.19 0.13 0.27 ‐0.96 ‐0.14 0.11 0.21 ‐0.94 ‐0.15 0.11 0.22 ‐1.05

57 ‐0.93 0.45 0.28 ‐4.01 ‐0.83 0.44 0.32 ‐4.48 ‐0.69 0.39 0.47 ‐3.87 ‐0.74 0.37 0.39 ‐3.37

58 ‐1.06 0.42 0.19 ‐4.02 ‐0.96 0.41 0.24 ‐3.76 ‐0.82 0.38 0.28 ‐3.76 ‐0.83 0.38 0.21 ‐3.34

59 ‐0.90 0.37 0.07 ‐3.03 ‐0.83 0.36 0.13 ‐3.49 ‐0.66 0.35 0.19 ‐2.87 ‐0.72 0.37 0.21 ‐2.79

60 ‐0.72 0.33 0.08 ‐2.75 ‐0.67 0.32 0.14 ‐2.72 ‐0.49 0.31 0.29 ‐2.45 ‐0.54 0.33 0.32 ‐2.72

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.45 0.23 0.15 ‐2.06 ‐0.48 0.22 0.11 ‐2.04 ‐0.37 0.22 0.19 ‐1.97 ‐0.37 0.20 0.12 ‐2.17

63 ‐0.37 0.15 0.10 ‐1.42 ‐0.37 0.15 0.21 ‐1.54 ‐0.27 0.15 0.17 ‐1.44 ‐0.30 0.14 0.18 ‐1.67

64 ‐0.21 0.08 0.08 ‐0.70 ‐0.21 0.08 0.14 ‐0.84 ‐0.13 0.09 0.23 ‐0.75 ‐0.18 0.08 0.17 ‐0.88

Table C13 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 120o

Tap 

No #

Array A Array B Array C Array D

Page 125 of 225



Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.31 0.42 1.74 ‐3.78 ‐0.34 0.43 1.77 ‐3.65 ‐0.02 0.38 2.97 ‐3.13 ‐0.30 0.28 0.94 ‐2.82

2 ‐0.02 0.31 1.42 ‐1.98 ‐0.10 0.30 1.22 ‐2.24 0.22 0.29 1.68 ‐1.35 ‐0.07 0.22 0.95 ‐1.43

3 ‐0.05 0.22 0.99 ‐1.44 ‐0.15 0.18 0.46 ‐1.52 0.09 0.21 1.20 ‐1.07 ‐0.14 0.19 0.83 ‐1.27

4 ‐0.11 0.16 0.57 ‐1.23 ‐0.07 0.20 0.99 ‐1.42 0.01 0.15 0.58 ‐1.63 ‐0.21 0.15 0.37 ‐1.41

5 ‐0.13 0.14 0.46 ‐1.37 ‐0.11 0.14 0.48 ‐1.11 ‐0.06 0.14 0.47 ‐1.30 ‐0.26 0.16 0.37 ‐1.69

6 ‐0.09 0.14 0.41 ‐1.20 ‐0.07 0.13 0.52 ‐1.21 ‐0.03 0.15 0.52 ‐1.25 ‐0.18 0.14 0.43 ‐1.19

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.02 0.11 0.50 ‐0.95 ‐0.07 0.10 0.37 ‐1.04 0.02 0.11 0.52 ‐1.06 ‐0.14 0.13 0.35 ‐1.00

9 ‐0.61 0.55 1.67 ‐4.20 ‐0.60 0.53 1.69 ‐4.75 ‐0.30 0.45 2.46 ‐3.30 ‐0.65 0.36 1.06 ‐3.33

10 ‐0.52 0.37 0.94 ‐2.70 ‐0.58 0.38 0.61 ‐3.17 ‐0.36 0.31 0.98 ‐2.14 ‐0.64 0.31 0.41 ‐2.73

11 ‐0.37 0.27 0.57 ‐2.17 ‐0.33 0.26 0.56 ‐2.08 ‐0.22 0.24 0.59 ‐2.30 ‐0.44 0.23 0.34 ‐2.23

12 ‐0.28 0.22 0.50 ‐1.76 ‐0.27 0.22 0.53 ‐1.74 ‐0.13 0.21 0.71 ‐1.75 ‐0.42 0.22 0.34 ‐2.20

13 ‐0.29 0.20 0.41 ‐1.75 ‐0.32 0.21 0.35 ‐1.97 ‐0.23 0.20 0.46 ‐1.44 ‐0.53 0.23 0.21 ‐2.24

14 ‐0.32 0.18 0.25 ‐1.39 ‐0.34 0.20 0.29 ‐1.68 ‐0.31 0.18 0.30 ‐1.55 ‐0.52 0.23 0.17 ‐1.99

15 ‐0.25 0.16 0.30 ‐1.70 ‐0.32 0.18 0.23 ‐1.62 ‐0.20 0.17 0.39 ‐1.50 ‐0.43 0.20 0.24 ‐1.85

16 ‐0.10 0.10 0.23 ‐0.93 ‐0.14 0.10 0.26 ‐1.01 ‐0.09 0.11 0.33 ‐1.10 ‐0.17 0.13 0.21 ‐1.10

17 ‐0.64 0.53 1.57 ‐4.73 ‐0.67 0.56 1.63 ‐4.66 ‐0.35 0.48 2.33 ‐3.89 ‐0.68 0.34 0.72 ‐3.24

18 ‐0.39 0.41 1.09 ‐3.04 0.00 0.00 0.00 0.00 ‐0.09 0.37 1.35 ‐2.94 0.00 0.00 0.00 0.00

19 ‐0.38 0.31 0.94 ‐2.14 ‐0.40 0.30 0.91 ‐2.27 ‐0.20 0.28 1.07 ‐1.99 ‐0.56 0.29 0.70 ‐2.43

20 ‐0.37 0.25 0.53 ‐2.08 ‐0.39 0.25 0.52 ‐2.04 ‐0.23 0.24 0.61 ‐1.81 ‐0.61 0.26 0.32 ‐2.26

21 ‐0.36 0.23 0.44 ‐2.03 ‐0.38 0.23 0.46 ‐1.86 ‐0.24 0.22 0.53 ‐1.84 ‐0.61 0.26 0.22 ‐2.28

22 ‐0.26 0.19 0.40 ‐2.01 ‐0.31 0.19 0.37 ‐1.65 ‐0.16 0.19 0.60 ‐1.38 ‐0.52 0.24 0.18 ‐1.90

23 ‐0.05 0.18 0.81 ‐1.17 ‐0.11 0.18 0.72 ‐1.27 0.08 0.19 1.19 ‐1.20 ‐0.21 0.22 0.62 ‐1.49

24 ‐0.12 0.12 0.47 ‐1.07 ‐0.21 0.13 0.25 ‐1.09 ‐0.07 0.13 0.44 ‐1.21 ‐0.30 0.18 0.21 ‐1.51

25 ‐0.91 0.61 1.06 ‐4.82 ‐0.80 0.61 1.74 ‐5.77 ‐0.65 0.49 1.86 ‐4.20 ‐0.88 0.39 0.65 ‐3.43

26 ‐0.82 0.46 0.46 ‐3.53 ‐0.76 0.44 0.44 ‐3.79 ‐0.66 0.41 0.69 ‐3.55 ‐0.84 0.35 0.40 ‐3.34

27 ‐0.58 0.33 0.50 ‐2.37 ‐0.54 0.31 0.52 ‐2.37 ‐0.42 0.30 0.67 ‐2.27 ‐0.74 0.30 0.26 ‐3.00

28 ‐0.49 0.27 0.40 ‐2.23 ‐0.46 0.27 0.43 ‐1.92 ‐0.36 0.26 0.57 ‐2.25 ‐0.71 0.28 0.14 ‐2.40

29 ‐0.49 0.25 0.45 ‐2.09 ‐0.47 0.25 0.40 ‐2.04 ‐0.38 0.25 0.48 ‐2.46 ‐0.76 0.30 0.16 ‐2.58

30 ‐0.47 0.23 0.27 ‐2.16 ‐0.46 0.23 0.32 ‐2.00 ‐0.41 0.23 0.38 ‐2.22 ‐0.69 0.29 0.11 ‐2.43

31 ‐0.37 0.20 0.24 ‐2.06 ‐0.36 0.19 0.24 ‐1.70 ‐0.34 0.20 0.27 ‐2.04 ‐0.48 0.23 0.17 ‐1.87

32 ‐0.12 0.10 0.31 ‐0.95 ‐0.23 0.11 0.14 ‐1.19 ‐0.07 0.11 0.36 ‐1.37 ‐0.29 0.15 0.16 ‐1.63

33 ‐0.85 0.56 1.44 ‐4.87 ‐0.83 0.55 1.13 ‐4.87 ‐0.68 0.49 2.13 ‐4.43 ‐0.91 0.36 0.44 ‐3.70

34 ‐0.60 0.42 0.93 ‐3.31 ‐0.58 0.41 0.81 ‐3.45 ‐0.37 0.40 1.10 ‐3.03 ‐0.75 0.36 0.56 ‐3.25

35 ‐0.60 0.34 0.75 ‐2.73 ‐0.56 0.33 0.85 ‐2.48 ‐0.46 0.33 0.83 ‐2.89 ‐0.84 0.34 0.48 ‐2.71

36 ‐0.57 0.28 0.34 ‐2.40 ‐0.58 0.29 0.36 ‐2.58 ‐0.47 0.28 0.51 ‐2.65 ‐0.85 0.32 0.08 ‐2.62

37 ‐0.54 0.26 0.30 ‐2.26 ‐0.52 0.26 0.33 ‐2.31 ‐0.49 0.27 0.39 ‐2.21 ‐0.82 0.32 0.08 ‐2.59

38 ‐0.45 0.22 0.24 ‐2.00 ‐0.40 0.22 0.39 ‐2.14 ‐0.39 0.22 0.32 ‐1.87 ‐0.59 0.30 0.25 ‐2.38

39 ‐0.21 0.19 0.83 ‐1.53 ‐0.22 0.19 0.70 ‐1.44 ‐0.12 0.18 0.80 ‐1.40 ‐0.31 0.27 0.82 ‐1.79

40 ‐0.21 0.13 0.26 ‐1.07 ‐0.23 0.13 0.26 ‐1.06 ‐0.17 0.14 0.25 ‐1.38 ‐0.27 0.18 0.23 ‐1.49

41 ‐0.99 0.61 1.19 ‐4.84 ‐0.96 0.62 0.93 ‐4.91 ‐0.84 0.55 1.40 ‐4.25 ‐1.04 0.42 0.31 ‐4.07

42 ‐0.97 0.49 0.33 ‐4.45 ‐0.89 0.48 0.38 ‐3.75 ‐0.85 0.46 0.64 ‐3.82 ‐1.09 0.41 0.12 ‐3.91

43 ‐0.75 0.36 0.39 ‐2.79 ‐0.73 0.35 0.33 ‐3.12 ‐0.67 0.35 0.52 ‐3.09 ‐0.98 0.35 0.14 ‐2.87

44 ‐0.68 0.31 0.27 ‐2.57 ‐0.67 0.30 0.37 ‐3.43 ‐0.59 0.31 0.40 ‐2.68 ‐0.94 0.34 0.09 ‐2.67

45 ‐0.70 0.30 0.23 ‐2.58 ‐0.66 0.29 0.29 ‐2.85 ‐0.66 0.30 0.28 ‐2.60 ‐0.95 0.36 0.02 ‐2.87

46 ‐0.56 0.26 0.29 ‐2.34 0.00 0.00 0.00 0.00 ‐0.55 0.27 0.22 ‐2.43 0.00 0.00 0.00 0.00

47 ‐0.45 0.22 0.27 ‐1.97 ‐0.46 0.20 0.14 ‐1.85 ‐0.44 0.22 0.17 ‐2.19 ‐0.57 0.25 0.09 ‐2.19

48 ‐0.23 0.12 0.16 ‐1.06 ‐0.23 0.12 0.22 ‐1.12 ‐0.21 0.13 0.20 ‐1.33 ‐0.27 0.14 0.17 ‐1.33

49 ‐1.04 0.57 0.65 ‐5.71 ‐0.97 0.56 1.27 ‐4.95 ‐0.84 0.51 1.16 ‐4.05 ‐1.11 0.42 0.74 ‐4.34

50 ‐0.87 0.43 0.66 ‐3.96 ‐0.79 0.42 0.59 ‐3.53 ‐0.64 0.42 0.99 ‐3.35 ‐0.96 0.40 0.52 ‐3.70

51 ‐0.88 0.36 0.49 ‐3.02 ‐0.81 0.36 0.53 ‐3.17 ‐0.70 0.37 0.80 ‐2.94 ‐1.04 0.39 0.32 ‐3.04

52 ‐0.80 0.32 0.25 ‐3.33 ‐0.75 0.31 0.34 ‐2.58 ‐0.68 0.32 0.36 ‐3.06 ‐0.99 0.38 0.11 ‐2.99

53 ‐0.70 0.29 0.32 ‐2.61 ‐0.66 0.28 0.33 ‐2.48 ‐0.65 0.30 0.25 ‐2.55 ‐0.88 0.39 0.07 ‐2.96

54 ‐0.57 0.25 0.22 ‐2.27 ‐0.54 0.24 0.30 ‐2.23 ‐0.49 0.26 0.24 ‐2.26 ‐0.64 0.35 0.23 ‐2.90

55 ‐0.36 0.20 0.38 ‐1.67 ‐0.33 0.20 0.64 ‐1.53 ‐0.31 0.21 0.45 ‐1.72 ‐0.34 0.26 0.54 ‐2.05

56 ‐0.27 0.14 0.16 ‐1.51 ‐0.26 0.14 0.23 ‐1.12 ‐0.23 0.14 0.25 ‐1.18 ‐0.25 0.17 0.23 ‐1.59

57 ‐1.12 0.62 0.55 ‐5.53 ‐1.01 0.59 0.63 ‐5.29 ‐0.93 0.56 0.92 ‐4.49 ‐1.11 0.47 0.44 ‐4.11

58 ‐1.12 0.49 0.26 ‐4.38 ‐1.02 0.49 0.44 ‐4.17 ‐0.97 0.47 0.43 ‐3.72 ‐1.19 0.44 0.06 ‐3.77

59 ‐0.98 0.39 0.29 ‐3.64 ‐0.92 0.38 0.42 ‐3.58 ‐0.86 0.39 0.40 ‐3.34 ‐1.15 0.42 ‐0.02 ‐3.27

60 ‐0.85 0.33 0.38 ‐3.08 ‐0.81 0.33 0.38 ‐2.91 ‐0.74 0.34 0.37 ‐2.80 ‐0.99 0.43 0.17 ‐3.16

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.59 0.28 0.18 ‐2.40 ‐0.61 0.26 0.26 ‐2.30 ‐0.61 0.29 0.25 ‐2.40 ‐0.66 0.35 0.18 ‐2.76

63 ‐0.45 0.21 0.19 ‐1.69 ‐0.45 0.19 0.18 ‐1.71 ‐0.40 0.22 0.25 ‐1.88 ‐0.45 0.23 0.11 ‐2.07

64 ‐0.24 0.11 0.11 ‐0.93 ‐0.24 0.11 0.12 ‐1.09 ‐0.19 0.12 0.27 ‐0.96 ‐0.24 0.11 0.10 ‐1.31

Table C14 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 130o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.60 0.56 1.68 ‐4.44 ‐0.59 0.57 1.99 ‐4.24 ‐0.18 0.46 2.41 ‐4.39 ‐0.47 0.35 0.88 ‐3.28

2 ‐0.20 0.36 1.21 ‐2.34 ‐0.23 0.34 0.96 ‐2.70 0.05 0.35 1.58 ‐2.63 ‐0.16 0.25 0.84 ‐2.27

3 ‐0.18 0.27 1.12 ‐1.96 ‐0.24 0.23 0.50 ‐2.30 ‐0.01 0.25 1.02 ‐1.78 ‐0.22 0.22 0.88 ‐1.87

4 ‐0.20 0.20 0.52 ‐1.78 ‐0.15 0.24 0.80 ‐1.92 ‐0.03 0.18 0.65 ‐1.26 ‐0.25 0.18 0.42 ‐2.19

5 ‐0.21 0.18 0.40 ‐1.76 ‐0.16 0.18 0.51 ‐1.40 ‐0.07 0.16 0.58 ‐1.32 ‐0.29 0.17 0.37 ‐1.49

6 ‐0.15 0.17 0.45 ‐1.42 ‐0.09 0.16 0.59 ‐1.34 ‐0.01 0.16 0.64 ‐0.98 ‐0.20 0.16 0.45 ‐1.43

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.05 0.12 0.51 ‐1.03 ‐0.07 0.12 0.42 ‐1.13 0.05 0.12 0.61 ‐0.88 ‐0.18 0.15 0.40 ‐1.38

9 ‐0.99 0.76 1.82 ‐5.44 ‐0.97 0.74 1.84 ‐5.93 ‐0.43 0.57 2.27 ‐5.10 ‐0.85 0.43 0.83 ‐3.66

10 ‐0.73 0.49 0.94 ‐4.02 ‐0.80 0.50 0.56 ‐3.75 ‐0.45 0.38 0.80 ‐3.20 ‐0.77 0.37 0.35 ‐3.85

11 ‐0.52 0.35 0.51 ‐2.89 ‐0.46 0.34 0.58 ‐2.61 ‐0.28 0.29 0.58 ‐2.38 ‐0.53 0.28 0.32 ‐2.48

12 ‐0.40 0.28 0.51 ‐2.79 ‐0.38 0.28 0.48 ‐2.25 ‐0.16 0.24 0.67 ‐1.72 ‐0.50 0.25 0.45 ‐2.33

13 ‐0.40 0.26 0.43 ‐2.18 ‐0.40 0.26 0.50 ‐2.02 ‐0.23 0.22 0.54 ‐1.75 ‐0.62 0.26 0.32 ‐2.44

14 ‐0.39 0.22 0.29 ‐2.05 ‐0.40 0.24 0.34 ‐1.94 ‐0.30 0.19 0.35 ‐1.51 ‐0.64 0.25 0.12 ‐2.61

15 ‐0.31 0.19 0.30 ‐1.90 ‐0.37 0.21 0.38 ‐2.04 ‐0.21 0.18 0.42 ‐1.72 ‐0.54 0.22 0.19 ‐2.12

16 ‐0.13 0.11 0.28 ‐1.38 ‐0.17 0.12 0.26 ‐1.31 ‐0.10 0.12 0.34 ‐1.00 ‐0.25 0.15 0.38 ‐1.45

17 ‐1.01 0.74 1.79 ‐6.18 ‐1.07 0.76 2.20 ‐6.02 ‐0.46 0.62 2.71 ‐5.44 ‐0.88 0.42 0.89 ‐4.15

18 ‐0.70 0.53 0.92 ‐3.90 0.00 0.00 0.00 0.00 ‐0.21 0.48 1.60 ‐2.98 0.00 0.00 0.00 0.00

19 ‐0.59 0.41 0.74 ‐3.38 ‐0.57 0.40 0.83 ‐3.05 ‐0.24 0.34 0.98 ‐2.51 ‐0.67 0.33 0.66 ‐3.18

20 ‐0.52 0.33 0.48 ‐2.92 ‐0.52 0.32 0.48 ‐2.65 ‐0.23 0.27 0.69 ‐2.01 ‐0.70 0.30 0.29 ‐2.85

21 ‐0.48 0.29 0.36 ‐2.61 ‐0.47 0.29 0.44 ‐2.39 ‐0.21 0.24 0.68 ‐1.66 ‐0.71 0.29 0.23 ‐2.68

22 ‐0.35 0.25 0.40 ‐2.15 ‐0.37 0.25 0.37 ‐2.11 ‐0.11 0.21 0.68 ‐1.47 ‐0.64 0.27 0.19 ‐2.58

23 ‐0.13 0.22 0.81 ‐1.75 ‐0.15 0.22 0.98 ‐1.89 0.16 0.23 1.39 ‐1.37 ‐0.30 0.25 0.73 ‐1.64

24 ‐0.17 0.14 0.34 ‐1.25 ‐0.22 0.15 0.30 ‐1.45 ‐0.04 0.14 0.59 ‐1.01 ‐0.41 0.21 0.34 ‐2.03

25 ‐1.25 0.81 1.43 ‐6.43 ‐1.23 0.87 1.55 ‐7.78 ‐0.74 0.63 1.96 ‐4.85 ‐1.08 0.47 0.60 ‐4.79

26 ‐1.02 0.59 0.58 ‐4.68 ‐0.99 0.56 0.59 ‐4.25 ‐0.72 0.45 0.79 ‐3.41 ‐0.97 0.42 0.30 ‐4.14

27 ‐0.74 0.43 0.47 ‐3.79 ‐0.70 0.41 0.45 ‐3.19 ‐0.43 0.34 0.82 ‐2.71 ‐0.85 0.35 0.31 ‐3.42

28 ‐0.62 0.35 0.49 ‐3.06 ‐0.57 0.34 0.43 ‐2.71 ‐0.35 0.28 0.69 ‐2.13 ‐0.82 0.32 0.33 ‐3.14

29 ‐0.58 0.31 0.45 ‐2.47 ‐0.55 0.31 0.39 ‐2.57 ‐0.34 0.26 0.55 ‐1.97 ‐0.90 0.33 0.29 ‐3.05

30 ‐0.53 0.28 0.26 ‐2.37 ‐0.53 0.28 0.38 ‐2.49 ‐0.39 0.24 0.44 ‐1.93 ‐0.89 0.31 0.09 ‐2.63

31 ‐0.42 0.23 0.30 ‐2.11 ‐0.42 0.22 0.25 ‐1.81 ‐0.36 0.22 0.32 ‐2.25 ‐0.65 0.25 0.09 ‐2.20

32 ‐0.16 0.12 0.32 ‐1.39 ‐0.25 0.14 0.23 ‐1.43 ‐0.08 0.13 0.42 ‐1.63 ‐0.42 0.21 0.30 ‐2.40

33 ‐1.17 0.76 1.58 ‐6.04 ‐1.20 0.75 1.41 ‐5.52 ‐0.73 0.66 3.21 ‐5.42 ‐1.06 0.43 0.61 ‐4.49

34 ‐0.87 0.58 0.79 ‐4.18 ‐0.82 0.60 0.79 ‐4.56 ‐0.32 0.48 1.36 ‐3.80 ‐0.87 0.41 0.52 ‐4.12

35 ‐0.78 0.45 0.64 ‐3.39 ‐0.71 0.45 0.76 ‐3.64 ‐0.41 0.37 0.95 ‐2.63 ‐0.93 0.38 0.58 ‐3.39

36 ‐0.67 0.37 0.46 ‐2.93 ‐0.67 0.37 0.43 ‐2.93 ‐0.41 0.30 0.63 ‐2.19 ‐0.96 0.36 0.31 ‐3.32

37 ‐0.61 0.32 0.40 ‐2.75 ‐0.59 0.32 0.49 ‐2.48 ‐0.43 0.28 0.55 ‐2.45 ‐0.99 0.34 0.22 ‐2.94

38 ‐0.51 0.28 0.32 ‐2.39 ‐0.45 0.28 0.46 ‐2.02 ‐0.34 0.25 0.54 ‐2.59 ‐0.80 0.31 0.24 ‐2.54

39 ‐0.28 0.24 0.70 ‐1.61 ‐0.29 0.24 0.70 ‐1.61 ‐0.06 0.22 1.04 ‐1.64 ‐0.51 0.27 0.72 ‐2.03

40 ‐0.25 0.15 0.28 ‐1.19 ‐0.28 0.16 0.43 ‐2.10 ‐0.16 0.15 0.40 ‐1.67 ‐0.46 0.22 0.24 ‐2.06

41 ‐1.26 0.80 1.30 ‐6.46 ‐1.30 0.82 1.47 ‐6.53 ‐0.88 0.67 2.22 ‐5.25 ‐1.22 0.48 0.39 ‐5.54

42 ‐1.13 0.61 0.73 ‐4.82 ‐1.08 0.60 0.55 ‐4.92 ‐0.90 0.50 0.63 ‐3.76 ‐1.23 0.46 0.23 ‐4.72

43 ‐0.85 0.44 0.54 ‐3.37 ‐0.83 0.44 0.43 ‐3.64 ‐0.64 0.37 0.60 ‐3.10 ‐1.10 0.39 0.18 ‐3.41

44 ‐0.74 0.37 0.51 ‐2.81 ‐0.72 0.37 0.44 ‐2.91 ‐0.55 0.33 0.56 ‐3.11 ‐1.09 0.38 0.21 ‐3.36

45 ‐0.72 0.34 0.38 ‐2.67 ‐0.69 0.34 0.32 ‐2.71 ‐0.61 0.32 0.44 ‐3.20 ‐1.16 0.38 0.14 ‐3.30

46 ‐0.60 0.30 0.29 ‐2.59 0.00 0.00 0.00 0.00 ‐0.55 0.29 0.37 ‐2.46 0.00 0.00 0.00 0.00

47 ‐0.50 0.24 0.27 ‐2.13 ‐0.50 0.23 0.29 ‐2.37 ‐0.48 0.25 0.30 ‐2.18 ‐0.80 0.28 0.05 ‐2.79

48 ‐0.27 0.14 0.15 ‐1.49 ‐0.28 0.15 0.24 ‐1.40 ‐0.23 0.14 0.26 ‐1.23 ‐0.41 0.18 0.20 ‐1.86

49 ‐1.32 0.79 1.46 ‐6.54 ‐1.29 0.78 1.34 ‐7.20 ‐0.96 0.68 2.12 ‐5.00 ‐1.28 0.47 0.46 ‐4.54

50 ‐1.01 0.58 0.84 ‐4.77 ‐0.93 0.57 0.84 ‐4.49 ‐0.51 0.48 1.20 ‐3.64 ‐1.09 0.43 0.32 ‐4.98

51 ‐0.93 0.46 0.61 ‐3.84 ‐0.85 0.45 0.66 ‐3.61 ‐0.58 0.40 0.89 ‐3.02 ‐1.16 0.43 0.35 ‐3.70

52 ‐0.82 0.37 0.30 ‐3.11 ‐0.76 0.37 0.29 ‐2.74 ‐0.63 0.35 0.66 ‐2.89 ‐1.20 0.40 0.16 ‐3.46

53 ‐0.72 0.33 0.38 ‐2.63 ‐0.68 0.32 0.34 ‐2.57 ‐0.62 0.32 0.42 ‐2.39 ‐1.18 0.39 0.04 ‐3.38

54 ‐0.60 0.28 0.35 ‐2.47 ‐0.59 0.28 0.26 ‐2.26 ‐0.49 0.27 0.40 ‐2.10 ‐0.97 0.37 0.14 ‐2.91

55 ‐0.41 0.23 0.49 ‐2.02 ‐0.40 0.23 0.54 ‐1.86 ‐0.31 0.23 0.65 ‐1.77 ‐0.60 0.32 0.50 ‐2.36

56 ‐0.30 0.15 0.19 ‐1.34 ‐0.32 0.16 0.27 ‐1.56 ‐0.27 0.15 0.32 ‐1.40 ‐0.44 0.24 0.20 ‐2.05

57 ‐1.36 0.83 0.97 ‐6.98 ‐1.32 0.79 1.19 ‐6.34 ‐1.06 0.70 1.79 ‐5.60 ‐1.36 0.52 0.19 ‐5.09

58 ‐1.20 0.61 0.52 ‐5.77 ‐1.13 0.61 0.45 ‐4.48 ‐1.02 0.55 0.62 ‐4.69 ‐1.37 0.49 0.16 ‐5.28

59 ‐0.99 0.45 0.39 ‐3.90 ‐0.93 0.45 0.40 ‐3.57 ‐0.83 0.43 0.56 ‐3.26 ‐1.35 0.44 0.04 ‐3.89

60 ‐0.85 0.37 0.31 ‐2.92 ‐0.82 0.37 0.33 ‐3.03 ‐0.74 0.37 0.46 ‐3.02 ‐1.30 0.42 0.11 ‐3.66

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.64 0.29 0.28 ‐2.48 ‐0.68 0.29 0.41 ‐2.52 ‐0.70 0.30 0.20 ‐2.43 ‐1.05 0.42 0.03 ‐3.20

63 ‐0.52 0.23 0.19 ‐2.05 ‐0.52 0.23 0.28 ‐2.27 ‐0.50 0.25 0.25 ‐1.99 ‐0.72 0.32 0.09 ‐2.74

64 ‐0.27 0.13 0.19 ‐1.27 ‐0.28 0.14 0.22 ‐1.63 ‐0.23 0.14 0.25 ‐1.22 ‐0.35 0.16 0.25 ‐1.54

Table C15 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 140o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.90 0.65 1.99 ‐5.82 ‐0.60 0.59 2.45 ‐4.79 ‐0.41 0.56 3.43 ‐6.35 ‐0.70 0.44 1.11 ‐5.08

2 ‐0.31 0.41 1.16 ‐2.71 ‐0.22 0.33 0.97 ‐2.30 ‐0.23 0.35 1.46 ‐2.99 ‐0.33 0.33 0.83 ‐3.02

3 ‐0.27 0.32 1.06 ‐2.39 ‐0.24 0.22 0.63 ‐1.83 ‐0.22 0.28 0.94 ‐2.81 ‐0.35 0.29 0.82 ‐2.52

4 ‐0.28 0.23 0.51 ‐2.31 ‐0.13 0.24 0.97 ‐1.79 ‐0.18 0.22 0.67 ‐2.21 ‐0.34 0.23 0.61 ‐2.26

5 ‐0.28 0.20 0.48 ‐1.99 ‐0.14 0.18 0.72 ‐1.49 ‐0.18 0.19 0.57 ‐2.15 ‐0.34 0.21 0.44 ‐2.03

6 ‐0.20 0.19 0.49 ‐1.76 ‐0.06 0.17 0.72 ‐1.16 ‐0.07 0.18 0.58 ‐1.68 ‐0.22 0.19 0.47 ‐1.79

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.07 0.14 0.53 ‐1.49 ‐0.04 0.13 0.51 ‐1.19 0.00 0.14 0.59 ‐1.23 ‐0.17 0.15 0.51 ‐1.24

9 ‐1.44 0.88 1.99 ‐6.57 ‐1.04 0.75 2.13 ‐5.44 ‐0.67 0.66 2.68 ‐5.73 ‐1.08 0.50 0.76 ‐5.36

10 ‐1.00 0.58 0.72 ‐4.42 ‐0.86 0.47 0.56 ‐3.83 ‐0.67 0.45 1.22 ‐3.74 ‐0.93 0.44 0.27 ‐3.95

11 ‐0.70 0.40 0.50 ‐3.11 ‐0.48 0.33 0.61 ‐2.52 ‐0.52 0.34 0.70 ‐3.05 ‐0.65 0.34 0.41 ‐2.86

12 ‐0.54 0.32 0.55 ‐3.08 ‐0.39 0.27 0.59 ‐2.20 ‐0.37 0.28 0.74 ‐2.57 ‐0.62 0.31 0.43 ‐2.81

13 ‐0.53 0.29 0.33 ‐3.21 ‐0.42 0.26 0.49 ‐2.30 ‐0.39 0.26 0.57 ‐2.38 ‐0.71 0.31 0.14 ‐2.93

14 ‐0.52 0.25 0.18 ‐2.22 ‐0.43 0.25 0.52 ‐2.07 ‐0.43 0.23 0.36 ‐1.87 ‐0.71 0.29 0.11 ‐2.64

15 ‐0.40 0.23 0.40 ‐1.90 ‐0.41 0.22 0.33 ‐1.85 ‐0.30 0.20 0.40 ‐1.72 ‐0.60 0.25 0.16 ‐2.32

16 ‐0.17 0.13 0.27 ‐1.36 ‐0.17 0.13 0.35 ‐1.37 ‐0.13 0.13 0.45 ‐1.73 ‐0.28 0.15 0.44 ‐1.24

17 ‐1.48 0.85 1.73 ‐6.59 ‐1.22 0.77 2.71 ‐6.06 ‐0.79 0.65 2.57 ‐6.65 ‐1.09 0.50 0.66 ‐5.75

18 ‐1.01 0.61 0.77 ‐4.52 0.00 0.00 0.00 0.00 ‐0.64 0.51 1.10 ‐3.78 0.00 0.00 0.00 0.00

19 ‐0.81 0.47 0.71 ‐3.88 ‐0.60 0.40 0.73 ‐3.51 ‐0.56 0.40 0.93 ‐3.10 ‐0.81 0.39 0.75 ‐3.47

20 ‐0.70 0.38 0.48 ‐2.88 ‐0.56 0.33 0.48 ‐2.82 ‐0.48 0.33 0.85 ‐2.48 ‐0.82 0.36 0.33 ‐3.09

21 ‐0.64 0.33 0.38 ‐2.53 ‐0.50 0.29 0.51 ‐2.22 ‐0.40 0.29 0.65 ‐2.53 ‐0.80 0.34 0.22 ‐3.13

22 ‐0.50 0.28 0.51 ‐2.24 ‐0.38 0.25 0.55 ‐2.10 ‐0.25 0.26 0.72 ‐2.46 ‐0.71 0.30 0.29 ‐2.58

23 ‐0.23 0.24 0.68 ‐1.79 ‐0.12 0.23 0.98 ‐1.43 0.08 0.27 1.44 ‐1.77 ‐0.35 0.27 0.68 ‐1.94

24 ‐0.24 0.16 0.37 ‐1.47 ‐0.21 0.16 0.40 ‐1.26 ‐0.09 0.16 0.54 ‐1.75 ‐0.42 0.20 0.41 ‐1.98

25 ‐1.77 0.97 1.39 ‐8.10 ‐1.54 0.93 2.45 ‐6.61 ‐1.04 0.70 1.98 ‐5.90 ‐1.27 0.55 0.28 ‐5.35

26 ‐1.36 0.71 0.53 ‐4.91 ‐1.15 0.58 0.55 ‐4.43 ‐0.97 0.53 0.90 ‐4.22 ‐1.10 0.49 0.21 ‐5.14

27 ‐0.98 0.50 0.59 ‐3.73 ‐0.81 0.43 0.52 ‐3.43 ‐0.71 0.42 0.68 ‐3.51 ‐0.98 0.41 0.22 ‐3.63

28 ‐0.82 0.41 0.51 ‐3.15 ‐0.65 0.35 0.43 ‐3.00 ‐0.58 0.35 0.57 ‐2.89 ‐0.93 0.38 0.17 ‐3.18

29 ‐0.76 0.38 0.40 ‐3.11 ‐0.61 0.33 0.37 ‐2.94 ‐0.50 0.31 0.51 ‐2.44 ‐0.98 0.37 0.09 ‐3.84

30 ‐0.69 0.34 0.28 ‐2.61 ‐0.60 0.30 0.35 ‐2.54 ‐0.50 0.28 0.45 ‐2.15 ‐0.97 0.35 0.03 ‐3.32

31 ‐0.54 0.27 0.28 ‐2.47 ‐0.48 0.25 0.31 ‐1.96 ‐0.45 0.23 0.29 ‐2.29 ‐0.73 0.28 0.08 ‐2.31

32 ‐0.22 0.14 0.26 ‐1.16 ‐0.27 0.15 0.20 ‐1.64 ‐0.11 0.13 0.45 ‐1.37 ‐0.44 0.20 0.24 ‐2.21

33 ‐1.68 0.93 1.70 ‐6.82 ‐1.51 0.81 1.87 ‐5.94 ‐1.07 0.75 2.16 ‐6.23 ‐1.23 0.51 0.35 ‐5.60

34 ‐1.28 0.70 0.58 ‐5.67 ‐1.03 0.63 0.65 ‐4.66 ‐0.75 0.63 1.22 ‐4.41 ‐1.02 0.48 0.40 ‐4.37

35 ‐1.06 0.54 0.71 ‐3.93 ‐0.85 0.48 0.70 ‐3.50 ‐0.70 0.47 0.74 ‐3.26 ‐1.05 0.43 0.48 ‐3.72

36 ‐0.89 0.44 0.41 ‐3.36 ‐0.79 0.40 0.39 ‐3.20 ‐0.59 0.38 0.66 ‐2.69 ‐1.05 0.41 0.15 ‐3.71

37 ‐0.80 0.40 0.34 ‐3.17 ‐0.69 0.35 0.33 ‐2.92 ‐0.54 0.32 0.62 ‐2.41 ‐1.08 0.39 0.09 ‐3.72

38 ‐0.68 0.34 0.30 ‐2.68 ‐0.52 0.30 0.43 ‐2.31 ‐0.40 0.27 0.60 ‐2.12 ‐0.90 0.35 0.32 ‐3.13

39 ‐0.43 0.26 0.53 ‐1.91 ‐0.33 0.26 0.71 ‐2.14 ‐0.06 0.26 1.12 ‐1.76 ‐0.63 0.30 0.65 ‐2.49

40 ‐0.34 0.18 0.24 ‐1.91 ‐0.30 0.18 0.33 ‐1.67 ‐0.16 0.17 0.45 ‐1.44 ‐0.53 0.23 0.23 ‐2.26

41 ‐1.76 1.01 1.40 ‐7.19 ‐1.73 0.92 1.41 ‐6.93 ‐1.11 0.78 1.90 ‐5.80 ‐1.37 0.55 0.46 ‐5.54

42 ‐1.46 0.75 0.57 ‐5.56 ‐1.38 0.69 0.34 ‐5.65 ‐1.09 0.57 0.81 ‐4.66 ‐1.34 0.51 0.06 ‐4.74

43 ‐1.11 0.55 0.49 ‐4.22 ‐1.02 0.51 0.47 ‐3.84 ‐0.81 0.44 0.62 ‐3.37 ‐1.20 0.45 0.21 ‐4.26

44 ‐0.94 0.46 0.43 ‐3.30 ‐0.87 0.43 0.36 ‐3.27 ‐0.65 0.37 0.56 ‐2.82 ‐1.17 0.42 0.12 ‐4.25

45 ‐0.90 0.43 0.27 ‐3.21 ‐0.82 0.39 0.39 ‐2.96 ‐0.66 0.34 0.50 ‐2.70 ‐1.22 0.41 0.03 ‐4.13

46 ‐0.74 0.36 0.35 ‐2.91 0.00 0.00 0.00 0.00 ‐0.57 0.29 0.45 ‐2.40 0.00 0.00 0.00 0.00

47 ‐0.59 0.28 0.27 ‐2.40 ‐0.57 0.27 0.32 ‐2.20 ‐0.52 0.26 0.34 ‐2.15 ‐0.89 0.30 0.05 ‐3.03

48 ‐0.35 0.17 0.24 ‐1.74 ‐0.32 0.16 0.26 ‐1.49 ‐0.24 0.15 0.31 ‐1.56 ‐0.50 0.20 0.28 ‐2.06

49 ‐1.74 0.95 1.00 ‐7.42 ‐1.71 0.88 1.30 ‐6.56 ‐1.13 0.84 2.31 ‐6.42 ‐1.42 0.54 0.37 ‐5.61

50 ‐1.40 0.74 0.51 ‐5.65 ‐1.26 0.69 0.87 ‐5.04 ‐0.67 0.64 1.25 ‐4.23 ‐1.22 0.48 0.28 ‐4.33

51 ‐1.18 0.58 0.41 ‐4.85 ‐1.08 0.55 0.50 ‐4.11 ‐0.67 0.48 0.83 ‐3.55 ‐1.24 0.46 0.47 ‐4.09

52 ‐1.01 0.48 0.34 ‐3.86 ‐0.93 0.45 0.38 ‐3.52 ‐0.66 0.37 0.54 ‐3.22 ‐1.27 0.43 0.13 ‐4.20

53 ‐0.88 0.42 0.32 ‐3.52 ‐0.80 0.39 0.43 ‐3.01 ‐0.61 0.32 0.54 ‐2.90 ‐1.26 0.42 0.13 ‐3.90

54 ‐0.75 0.35 0.28 ‐2.81 ‐0.68 0.33 0.34 ‐2.78 ‐0.45 0.27 0.50 ‐2.33 ‐1.10 0.38 0.25 ‐3.75

55 ‐0.53 0.27 0.79 ‐2.16 ‐0.45 0.26 0.55 ‐2.00 ‐0.22 0.25 0.85 ‐1.85 ‐0.76 0.33 0.51 ‐2.56

56 ‐0.34 0.17 0.17 ‐1.63 ‐0.35 0.17 0.33 ‐1.66 ‐0.23 0.17 0.53 ‐1.51 ‐0.61 0.25 0.24 ‐2.53

57 ‐1.77 1.06 1.67 ‐7.77 ‐1.77 0.91 1.07 ‐6.08 ‐1.15 0.84 2.11 ‐7.55 ‐1.53 0.56 0.32 ‐5.76

58 ‐1.43 0.75 0.58 ‐5.93 ‐1.48 0.77 0.68 ‐5.51 ‐1.08 0.58 0.64 ‐5.19 ‐1.48 0.52 0.28 ‐4.65

59 ‐1.16 0.56 0.44 ‐4.47 ‐1.14 0.57 0.38 ‐4.05 ‐0.85 0.44 0.72 ‐3.73 ‐1.42 0.47 0.10 ‐4.66

60 ‐0.98 0.46 0.40 ‐3.73 ‐0.97 0.47 0.42 ‐3.40 ‐0.72 0.37 0.53 ‐3.19 ‐1.38 0.44 0.10 ‐4.46

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.71 0.35 0.34 ‐2.92 ‐0.76 0.34 0.21 ‐2.96 ‐0.68 0.30 0.31 ‐2.47 ‐1.28 0.40 0.17 ‐3.72

63 ‐0.57 0.27 0.26 ‐2.08 ‐0.58 0.27 0.25 ‐2.37 ‐0.52 0.26 0.29 ‐2.03 ‐0.96 0.32 0.06 ‐3.12

64 ‐0.32 0.16 0.16 ‐1.37 ‐0.31 0.15 0.27 ‐1.75 ‐0.23 0.15 0.34 ‐1.45 ‐0.49 0.20 0.24 ‐2.16

Table C16 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 150o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.90 0.73 2.09 ‐5.92 ‐0.73 0.67 2.19 ‐6.23 ‐0.48 0.66 2.94 ‐5.73 ‐0.95 0.52 1.01 ‐4.78

2 ‐0.33 0.41 1.19 ‐3.25 ‐0.39 0.36 0.96 ‐3.20 ‐0.29 0.36 1.32 ‐2.98 ‐0.55 0.40 0.69 ‐3.16

3 ‐0.31 0.33 1.11 ‐2.88 ‐0.29 0.26 0.52 ‐2.65 ‐0.29 0.30 0.86 ‐3.04 ‐0.52 0.33 0.60 ‐2.62

4 ‐0.28 0.26 0.60 ‐2.42 ‐0.24 0.27 0.84 ‐2.57 ‐0.24 0.25 0.75 ‐2.01 ‐0.46 0.28 0.37 ‐2.41

5 ‐0.26 0.22 0.43 ‐2.20 ‐0.18 0.21 0.62 ‐1.96 ‐0.22 0.21 0.56 ‐2.13 ‐0.42 0.26 0.40 ‐2.20

6 ‐0.15 0.21 0.57 ‐2.00 ‐0.09 0.19 0.67 ‐1.67 ‐0.10 0.20 0.52 ‐1.73 ‐0.28 0.22 0.43 ‐2.09

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.02 0.16 0.68 ‐1.18 ‐0.05 0.14 0.53 ‐1.46 ‐0.03 0.15 0.64 ‐1.79 ‐0.18 0.16 0.55 ‐1.76

9 ‐1.36 0.85 2.29 ‐6.75 ‐0.98 0.72 2.93 ‐6.54 ‐0.63 0.72 2.66 ‐6.85 ‐1.24 0.56 1.41 ‐4.82

10 ‐1.00 0.54 0.58 ‐4.31 ‐0.84 0.46 0.89 ‐5.27 ‐0.62 0.48 1.14 ‐3.94 ‐1.06 0.49 0.41 ‐4.12

11 ‐0.72 0.38 0.49 ‐3.12 ‐0.55 0.34 0.77 ‐3.08 ‐0.54 0.37 0.71 ‐3.81 ‐0.79 0.38 0.44 ‐3.22

12 ‐0.54 0.31 0.55 ‐2.92 ‐0.44 0.29 0.55 ‐2.75 ‐0.42 0.30 0.66 ‐2.64 ‐0.75 0.35 0.40 ‐3.31

13 ‐0.52 0.28 0.45 ‐2.53 ‐0.44 0.27 0.55 ‐2.73 ‐0.43 0.27 0.57 ‐2.47 ‐0.82 0.35 0.25 ‐3.32

14 ‐0.51 0.25 0.23 ‐2.26 ‐0.44 0.26 0.49 ‐2.48 ‐0.44 0.24 0.36 ‐2.52 ‐0.80 0.32 0.19 ‐2.87

15 ‐0.43 0.22 0.28 ‐2.10 ‐0.45 0.24 0.36 ‐2.05 ‐0.31 0.22 0.49 ‐2.88 ‐0.66 0.26 0.14 ‐2.47

16 ‐0.18 0.13 0.30 ‐1.30 ‐0.18 0.14 0.35 ‐1.91 ‐0.16 0.14 0.44 ‐2.14 ‐0.31 0.16 0.37 ‐1.88

17 ‐1.50 0.87 2.20 ‐6.51 ‐1.07 0.73 2.40 ‐6.63 ‐0.73 0.70 3.21 ‐6.51 ‐1.24 0.55 1.09 ‐5.36

18 ‐0.98 0.61 0.89 ‐4.66 0.00 0.00 0.00 0.00 ‐0.69 0.51 1.26 ‐3.99 0.00 0.00 0.00 0.00

19 ‐0.82 0.46 0.75 ‐3.47 ‐0.64 0.39 0.88 ‐3.38 ‐0.62 0.40 0.96 ‐3.09 ‐0.96 0.44 0.68 ‐3.58

20 ‐0.70 0.37 0.55 ‐2.91 ‐0.56 0.33 0.56 ‐2.52 ‐0.56 0.33 0.77 ‐2.74 ‐0.95 0.40 0.38 ‐3.28

21 ‐0.63 0.32 0.34 ‐2.75 ‐0.49 0.29 0.47 ‐2.44 ‐0.47 0.29 0.67 ‐2.65 ‐0.90 0.38 0.20 ‐3.32

22 ‐0.45 0.28 0.53 ‐2.33 ‐0.37 0.26 0.57 ‐2.00 ‐0.34 0.26 0.61 ‐2.49 ‐0.79 0.34 0.24 ‐3.07

23 ‐0.12 0.27 1.06 ‐1.65 ‐0.09 0.27 1.12 ‐1.85 ‐0.04 0.26 1.25 ‐2.11 ‐0.42 0.29 0.61 ‐2.36

24 ‐0.21 0.18 0.55 ‐1.44 ‐0.20 0.18 0.41 ‐2.07 ‐0.15 0.17 0.50 ‐1.60 ‐0.43 0.20 0.33 ‐2.07

25 ‐1.89 0.95 1.48 ‐7.79 ‐1.29 0.80 2.76 ‐8.17 ‐0.90 0.72 2.64 ‐6.74 ‐1.37 0.58 1.37 ‐5.36

26 ‐1.48 0.69 0.52 ‐5.14 ‐1.08 0.52 0.74 ‐5.39 ‐0.92 0.55 1.41 ‐4.37 ‐1.19 0.52 0.34 ‐5.16

27 ‐1.07 0.50 0.39 ‐3.91 ‐0.80 0.40 0.52 ‐3.55 ‐0.79 0.43 1.02 ‐3.50 ‐1.09 0.45 0.35 ‐3.71

28 ‐0.87 0.41 0.43 ‐3.34 ‐0.65 0.34 0.60 ‐2.70 ‐0.68 0.35 0.70 ‐2.76 ‐1.04 0.41 0.25 ‐4.00

29 ‐0.81 0.37 0.41 ‐2.93 ‐0.61 0.32 0.57 ‐2.37 ‐0.59 0.32 0.72 ‐2.45 ‐1.07 0.40 0.25 ‐3.46

30 ‐0.77 0.34 0.33 ‐2.67 ‐0.61 0.30 0.45 ‐2.53 ‐0.60 0.29 0.52 ‐2.90 ‐1.04 0.37 0.08 ‐3.53

31 ‐0.63 0.29 0.23 ‐2.45 ‐0.52 0.26 0.29 ‐2.67 ‐0.51 0.26 0.47 ‐2.27 ‐0.79 0.29 0.13 ‐2.51

32 ‐0.24 0.15 0.28 ‐1.47 ‐0.28 0.16 0.29 ‐2.66 ‐0.16 0.15 0.42 ‐1.80 ‐0.44 0.18 0.34 ‐1.63

33 ‐1.94 0.97 1.85 ‐8.00 ‐1.36 0.78 2.68 ‐7.59 ‐1.00 0.71 3.11 ‐6.64 ‐1.33 0.54 0.72 ‐5.02

34 ‐1.40 0.72 0.55 ‐5.43 ‐0.95 0.57 0.89 ‐5.07 ‐0.90 0.54 1.83 ‐4.60 ‐1.14 0.52 0.36 ‐4.64

35 ‐1.17 0.55 0.70 ‐4.32 ‐0.81 0.44 0.75 ‐3.73 ‐0.84 0.44 1.35 ‐3.45 ‐1.15 0.47 0.31 ‐4.10

36 ‐0.99 0.45 0.39 ‐3.71 ‐0.76 0.37 0.54 ‐3.15 ‐0.73 0.37 1.04 ‐2.96 ‐1.14 0.44 0.29 ‐4.05

37 ‐0.89 0.40 0.45 ‐3.53 ‐0.66 0.33 0.54 ‐2.86 ‐0.68 0.34 0.76 ‐2.67 ‐1.16 0.42 0.10 ‐3.84

38 ‐0.73 0.34 0.47 ‐2.92 ‐0.46 0.30 0.66 ‐2.37 ‐0.52 0.29 0.56 ‐2.86 ‐0.96 0.38 0.13 ‐3.37

39 ‐0.39 0.29 0.70 ‐2.14 ‐0.23 0.28 0.85 ‐2.24 ‐0.18 0.27 1.13 ‐2.32 ‐0.70 0.31 0.29 ‐2.72

40 ‐0.37 0.19 0.37 ‐1.51 ‐0.26 0.19 0.57 ‐1.69 ‐0.25 0.19 0.40 ‐1.74 ‐0.54 0.21 0.23 ‐2.14

41 ‐2.21 1.04 1.25 ‐8.14 ‐1.59 0.86 2.22 ‐7.46 ‐1.11 0.75 2.83 ‐6.90 ‐1.46 0.58 0.21 ‐5.09

42 ‐1.79 0.79 0.27 ‐6.13 ‐1.33 0.61 0.84 ‐4.43 ‐1.13 0.58 1.36 ‐4.73 ‐1.42 0.55 0.09 ‐5.07

43 ‐1.34 0.59 0.28 ‐4.80 ‐1.00 0.46 0.63 ‐3.94 ‐0.99 0.46 1.08 ‐3.52 ‐1.28 0.49 0.24 ‐4.62

44 ‐1.13 0.49 0.33 ‐3.94 ‐0.85 0.39 0.55 ‐3.28 ‐0.82 0.39 0.82 ‐2.96 ‐1.24 0.46 0.24 ‐4.29

45 ‐1.07 0.46 0.34 ‐3.71 ‐0.80 0.37 0.44 ‐2.92 ‐0.80 0.36 0.58 ‐3.11 ‐1.27 0.45 0.01 ‐4.34

46 ‐0.90 0.40 0.32 ‐2.96 0.00 0.00 0.00 0.00 ‐0.71 0.32 0.43 ‐2.70 0.00 0.00 0.00 0.00

47 ‐0.74 0.32 0.23 ‐2.51 ‐0.61 0.28 0.32 ‐2.39 ‐0.62 0.29 0.34 ‐2.61 ‐0.91 0.32 0.07 ‐3.18

48 ‐0.41 0.19 0.20 ‐1.54 ‐0.33 0.17 0.27 ‐1.67 ‐0.30 0.17 0.28 ‐1.69 ‐0.53 0.20 0.24 ‐2.43

49 ‐2.25 0.98 0.82 ‐8.35 ‐1.71 0.88 1.95 ‐7.51 ‐1.21 0.77 2.89 ‐6.31 ‐1.51 0.58 0.36 ‐5.30

50 ‐1.75 0.79 0.35 ‐5.99 ‐1.20 0.63 0.60 ‐5.34 ‐1.03 0.58 1.17 ‐4.30 ‐1.31 0.53 0.35 ‐5.57

51 ‐1.46 0.63 0.46 ‐4.91 ‐1.04 0.51 0.67 ‐3.76 ‐0.95 0.47 0.89 ‐4.02 ‐1.31 0.50 0.50 ‐4.89

52 ‐1.25 0.53 0.30 ‐4.29 ‐0.91 0.42 0.59 ‐3.28 ‐0.83 0.39 0.76 ‐3.26 ‐1.31 0.47 0.25 ‐4.45

53 ‐1.08 0.46 0.26 ‐3.58 ‐0.78 0.38 0.52 ‐2.86 ‐0.75 0.35 0.57 ‐3.12 ‐1.29 0.45 0.18 ‐4.31

54 ‐0.89 0.39 0.25 ‐3.10 ‐0.63 0.33 0.46 ‐2.83 ‐0.55 0.31 0.52 ‐2.98 ‐1.13 0.41 0.21 ‐3.81

55 ‐0.61 0.30 0.42 ‐2.29 ‐0.35 0.29 0.86 ‐2.26 ‐0.28 0.28 0.81 ‐2.40 ‐0.79 0.33 0.38 ‐2.87

56 ‐0.43 0.20 0.17 ‐1.73 ‐0.32 0.20 0.48 ‐1.95 ‐0.29 0.19 0.33 ‐2.18 ‐0.61 0.24 0.27 ‐2.61

57 ‐2.53 1.19 1.20 ‐9.65 ‐1.93 0.92 1.65 ‐8.11 ‐1.29 0.80 2.33 ‐6.32 ‐1.61 0.60 0.29 ‐6.66

58 ‐1.95 0.87 0.46 ‐6.25 ‐1.61 0.73 0.49 ‐5.91 ‐1.25 0.61 1.20 ‐4.80 ‐1.54 0.57 0.12 ‐5.82

59 ‐1.52 0.66 0.39 ‐5.03 ‐1.22 0.55 0.61 ‐4.68 ‐1.03 0.48 1.28 ‐3.89 ‐1.45 0.50 0.27 ‐4.93

60 ‐1.29 0.55 0.24 ‐3.96 ‐1.03 0.46 0.46 ‐3.80 ‐0.85 0.40 0.63 ‐3.41 ‐1.40 0.47 0.25 ‐4.50

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.93 0.42 0.28 ‐3.30 ‐0.82 0.36 0.30 ‐2.96 ‐0.75 0.32 0.38 ‐2.70 ‐1.30 0.42 0.20 ‐3.86

63 ‐0.74 0.33 0.15 ‐2.37 ‐0.65 0.29 0.41 ‐2.23 ‐0.59 0.27 0.40 ‐2.12 ‐1.01 0.34 0.31 ‐3.70

64 ‐0.40 0.19 0.15 ‐1.80 ‐0.31 0.17 0.27 ‐1.77 ‐0.27 0.16 0.31 ‐1.65 ‐0.52 0.21 0.32 ‐2.42

Table C17 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 160o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.21 0.96 2.22 ‐8.95 ‐1.00 0.91 2.39 ‐7.85 ‐0.75 0.87 2.70 ‐7.07 ‐1.31 0.69 0.86 ‐7.00

2 ‐0.56 0.44 0.81 ‐3.50 ‐0.51 0.40 0.74 ‐3.46 ‐0.38 0.39 1.21 ‐2.74 ‐0.83 0.49 0.65 ‐4.34

3 ‐0.50 0.39 0.66 ‐3.12 ‐0.39 0.30 0.53 ‐2.80 ‐0.36 0.35 0.71 ‐2.68 ‐0.75 0.40 0.54 ‐3.22

4 ‐0.45 0.34 0.40 ‐3.04 ‐0.35 0.30 0.71 ‐2.61 ‐0.32 0.30 0.67 ‐2.70 ‐0.64 0.36 0.47 ‐3.10

5 ‐0.39 0.29 0.50 ‐2.61 ‐0.27 0.24 0.52 ‐2.59 ‐0.27 0.26 0.76 ‐2.56 ‐0.56 0.32 0.48 ‐2.99

6 ‐0.30 0.31 0.55 ‐2.73 ‐0.20 0.23 0.61 ‐2.50 ‐0.22 0.24 0.53 ‐2.04 ‐0.40 0.28 0.52 ‐2.39

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.13 0.20 0.57 ‐1.46 ‐0.11 0.16 0.54 ‐1.57 ‐0.10 0.17 0.59 ‐2.19 ‐0.26 0.19 0.46 ‐1.92

9 ‐1.36 0.91 1.96 ‐8.53 ‐1.15 0.90 2.77 ‐6.40 ‐0.76 0.90 3.55 ‐6.33 ‐1.53 0.68 1.43 ‐6.02

10 ‐1.01 0.59 0.61 ‐5.10 ‐0.82 0.54 0.94 ‐4.51 ‐0.64 0.57 1.64 ‐4.28 ‐1.30 0.59 0.36 ‐5.51

11 ‐0.77 0.43 0.52 ‐3.97 ‐0.58 0.40 0.90 ‐3.75 ‐0.55 0.44 0.93 ‐3.39 ‐1.02 0.48 0.44 ‐4.38

12 ‐0.62 0.36 0.44 ‐3.33 ‐0.51 0.35 0.63 ‐3.21 ‐0.46 0.37 0.81 ‐3.33 ‐0.99 0.44 0.35 ‐4.01

13 ‐0.59 0.32 0.42 ‐3.39 ‐0.49 0.32 0.53 ‐2.69 ‐0.42 0.32 0.73 ‐2.52 ‐1.03 0.43 0.20 ‐3.72

14 ‐0.55 0.27 0.22 ‐2.85 ‐0.46 0.29 0.55 ‐2.98 ‐0.40 0.27 0.50 ‐2.20 ‐1.00 0.40 0.18 ‐3.85

15 ‐0.44 0.23 0.31 ‐2.56 ‐0.40 0.25 0.47 ‐2.46 ‐0.32 0.24 0.48 ‐2.91 ‐0.78 0.32 0.27 ‐3.08

16 ‐0.20 0.15 0.30 ‐1.57 ‐0.21 0.16 0.49 ‐1.71 ‐0.16 0.17 0.47 ‐2.17 ‐0.38 0.20 0.54 ‐2.35

17 ‐1.36 0.89 2.76 ‐7.00 ‐1.16 0.86 2.22 ‐7.56 ‐0.77 0.87 3.78 ‐6.98 ‐1.50 0.66 0.75 ‐5.96

18 ‐1.04 0.62 0.80 ‐4.75 0.00 0.00 0.00 0.00 ‐0.73 0.62 1.93 ‐4.01 0.00 0.00 0.00 0.00

19 ‐0.88 0.48 0.82 ‐4.05 ‐0.72 0.44 0.86 ‐3.38 ‐0.64 0.49 1.08 ‐3.26 ‐1.21 0.53 0.59 ‐4.24

20 ‐0.74 0.40 0.59 ‐3.65 ‐0.63 0.38 0.63 ‐3.06 ‐0.55 0.42 0.87 ‐2.73 ‐1.17 0.50 0.31 ‐4.07

21 ‐0.67 0.35 0.70 ‐3.30 ‐0.56 0.35 0.67 ‐3.37 ‐0.50 0.36 0.89 ‐2.70 ‐1.13 0.47 0.19 ‐4.05

22 ‐0.52 0.32 0.47 ‐2.63 ‐0.47 0.31 0.67 ‐2.84 ‐0.39 0.31 0.70 ‐2.53 ‐0.99 0.43 0.27 ‐3.82

23 ‐0.23 0.33 1.04 ‐2.31 ‐0.26 0.30 1.00 ‐2.82 ‐0.20 0.28 0.82 ‐2.35 ‐0.59 0.36 0.67 ‐3.13

24 ‐0.24 0.18 0.47 ‐2.05 ‐0.26 0.20 0.43 ‐2.09 ‐0.19 0.20 0.57 ‐2.05 ‐0.51 0.23 0.30 ‐2.87

25 ‐1.47 0.87 1.93 ‐6.90 ‐1.18 0.86 2.44 ‐7.13 ‐0.81 0.85 3.09 ‐7.15 ‐1.58 0.68 0.43 ‐5.50

26 ‐1.25 0.61 0.81 ‐4.84 ‐0.95 0.55 0.84 ‐4.75 ‐0.81 0.64 1.61 ‐5.21 ‐1.43 0.61 0.21 ‐5.02

27 ‐1.00 0.47 0.70 ‐3.93 ‐0.78 0.44 0.62 ‐3.45 ‐0.74 0.53 1.17 ‐3.79 ‐1.31 0.54 0.27 ‐4.57

28 ‐0.85 0.39 0.56 ‐3.49 ‐0.68 0.38 0.65 ‐3.04 ‐0.65 0.44 0.96 ‐3.38 ‐1.25 0.50 0.17 ‐4.17

29 ‐0.77 0.35 0.47 ‐2.99 ‐0.63 0.35 0.63 ‐3.36 ‐0.60 0.38 0.91 ‐2.65 ‐1.28 0.49 0.05 ‐4.14

30 ‐0.74 0.31 0.39 ‐2.84 ‐0.61 0.32 0.59 ‐3.61 ‐0.54 0.33 0.82 ‐2.68 ‐1.22 0.45 0.09 ‐4.51

31 ‐0.61 0.26 0.24 ‐2.21 ‐0.50 0.27 0.52 ‐2.58 ‐0.43 0.28 0.57 ‐2.60 ‐0.93 0.36 0.19 ‐3.23

32 ‐0.26 0.15 0.25 ‐1.55 ‐0.30 0.20 0.29 ‐2.15 ‐0.20 0.19 0.49 ‐1.99 ‐0.52 0.23 0.31 ‐2.37

33 ‐1.47 0.89 2.19 ‐7.04 ‐1.17 0.81 2.40 ‐9.21 ‐0.79 0.84 3.45 ‐6.16 ‐1.53 0.64 0.94 ‐5.57

34 ‐1.19 0.63 0.83 ‐5.10 ‐0.95 0.56 1.14 ‐4.31 ‐0.80 0.65 2.09 ‐4.15 ‐1.38 0.61 0.37 ‐5.17

35 ‐1.03 0.49 0.60 ‐3.99 ‐0.81 0.45 0.89 ‐3.37 ‐0.77 0.54 1.28 ‐3.67 ‐1.35 0.55 0.54 ‐4.76

36 ‐0.88 0.41 0.61 ‐4.13 ‐0.75 0.39 0.73 ‐3.19 ‐0.69 0.45 1.05 ‐3.10 ‐1.38 0.54 0.12 ‐4.63

37 ‐0.81 0.37 0.43 ‐3.43 ‐0.68 0.36 0.57 ‐3.32 ‐0.64 0.40 1.02 ‐2.79 ‐1.35 0.52 0.21 ‐4.65

38 ‐0.67 0.32 0.52 ‐2.91 ‐0.54 0.33 0.64 ‐2.76 ‐0.53 0.34 0.66 ‐2.55 ‐1.17 0.47 0.16 ‐4.19

39 ‐0.36 0.32 0.98 ‐2.24 ‐0.36 0.30 0.87 ‐2.38 ‐0.32 0.28 0.74 ‐2.06 ‐0.84 0.38 0.40 ‐3.20

40 ‐0.35 0.19 0.36 ‐1.93 ‐0.32 0.21 0.43 ‐2.21 ‐0.29 0.22 0.60 ‐2.19 ‐0.60 0.24 0.31 ‐2.79

41 ‐1.61 0.91 2.06 ‐7.83 ‐1.21 0.79 3.25 ‐6.38 ‐0.82 0.84 3.38 ‐6.58 ‐1.64 0.68 0.57 ‐5.93

42 ‐1.42 0.65 0.56 ‐5.29 ‐1.09 0.57 1.04 ‐4.86 ‐0.90 0.67 1.90 ‐4.14 ‐1.55 0.63 0.45 ‐6.02

43 ‐1.14 0.50 0.46 ‐4.23 ‐0.90 0.45 0.69 ‐3.74 ‐0.86 0.56 1.38 ‐3.64 ‐1.43 0.57 0.51 ‐5.25

44 ‐0.98 0.42 0.51 ‐3.63 ‐0.79 0.40 0.57 ‐3.34 ‐0.77 0.47 1.12 ‐3.64 ‐1.42 0.55 0.20 ‐4.86

45 ‐0.94 0.40 0.42 ‐4.27 ‐0.75 0.37 0.51 ‐3.31 ‐0.73 0.43 1.03 ‐3.40 ‐1.43 0.54 0.19 ‐4.81

46 ‐0.82 0.35 0.45 ‐2.95 0.00 0.00 0.00 0.00 ‐0.64 0.37 0.74 ‐3.37 0.00 0.00 0.00 0.00

47 ‐0.70 0.30 0.40 ‐2.56 ‐0.58 0.29 0.53 ‐2.62 ‐0.53 0.32 0.65 ‐2.95 ‐1.01 0.39 0.06 ‐3.42

48 ‐0.39 0.18 0.19 ‐1.97 ‐0.35 0.20 0.39 ‐2.43 ‐0.31 0.22 0.38 ‐2.31 ‐0.60 0.25 0.41 ‐2.70

49 ‐1.75 0.94 1.90 ‐7.61 ‐1.28 0.81 2.72 ‐6.63 ‐0.88 0.85 3.07 ‐7.02 ‐1.64 0.66 0.43 ‐5.96

50 ‐1.38 0.68 0.72 ‐5.15 ‐1.05 0.56 0.71 ‐4.66 ‐0.90 0.67 1.78 ‐4.34 ‐1.45 0.61 0.36 ‐5.61

51 ‐1.22 0.54 0.61 ‐4.18 ‐0.95 0.46 0.70 ‐3.72 ‐0.87 0.56 1.35 ‐4.12 ‐1.45 0.58 0.29 ‐5.11

52 ‐1.07 0.45 0.41 ‐3.66 ‐0.83 0.40 0.51 ‐3.04 ‐0.80 0.47 1.18 ‐3.67 ‐1.47 0.56 0.20 ‐4.57

53 ‐0.92 0.40 0.49 ‐3.70 ‐0.73 0.37 0.57 ‐2.75 ‐0.72 0.42 1.04 ‐3.54 ‐1.45 0.55 0.22 ‐4.74

54 ‐0.77 0.35 0.36 ‐2.92 ‐0.62 0.33 0.49 ‐2.63 ‐0.60 0.36 0.85 ‐2.53 ‐1.32 0.51 0.18 ‐4.64

55 ‐0.48 0.31 0.77 ‐2.43 ‐0.38 0.30 0.82 ‐2.50 ‐0.40 0.30 0.77 ‐2.49 ‐0.94 0.39 0.35 ‐3.42

56 ‐0.40 0.20 0.24 ‐2.23 ‐0.34 0.22 0.46 ‐2.16 ‐0.33 0.23 0.46 ‐2.38 ‐0.64 0.26 0.38 ‐2.80

57 ‐2.00 1.04 1.87 ‐8.26 ‐1.40 0.83 3.18 ‐6.96 ‐0.93 0.84 3.25 ‐7.80 ‐1.67 0.67 0.42 ‐6.48

58 ‐1.65 0.76 0.48 ‐5.78 ‐1.24 0.62 0.93 ‐5.00 ‐1.04 0.69 1.91 ‐5.26 ‐1.61 0.63 0.16 ‐5.62

59 ‐1.32 0.58 0.38 ‐4.42 ‐1.04 0.48 0.73 ‐4.10 ‐0.95 0.57 1.25 ‐4.11 ‐1.53 0.58 0.20 ‐5.14

60 ‐1.12 0.48 0.35 ‐3.77 ‐0.90 0.41 0.60 ‐3.44 ‐0.84 0.48 1.17 ‐3.39 ‐1.51 0.56 0.19 ‐4.88

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.86 0.39 0.34 ‐3.15 ‐0.76 0.35 0.51 ‐2.66 ‐0.70 0.39 0.81 ‐3.20 ‐1.40 0.50 0.02 ‐4.31

63 ‐0.74 0.32 0.20 ‐3.14 ‐0.62 0.30 0.37 ‐2.65 ‐0.57 0.33 0.60 ‐2.58 ‐1.09 0.40 0.13 ‐3.47

64 ‐0.38 0.18 0.22 ‐1.62 ‐0.33 0.19 0.31 ‐2.48 ‐0.33 0.22 0.55 ‐2.02 ‐0.57 0.25 0.41 ‐3.48

Table C18 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 170o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐2.00 1.29 1.77 ‐8.68 ‐1.61 1.20 2.38 ‐8.31 ‐1.32 1.10 2.28 ‐6.85 ‐1.81 0.87 0.50 ‐8.08

2 ‐0.73 0.42 0.62 ‐3.41 ‐0.60 0.40 0.97 ‐3.63 ‐0.46 0.37 1.15 ‐3.11 ‐1.19 0.54 0.32 ‐3.81

3 ‐0.69 0.38 0.47 ‐3.60 ‐0.52 0.31 0.52 ‐2.56 ‐0.47 0.37 0.90 ‐3.13 ‐0.99 0.41 0.27 ‐3.43

4 ‐0.68 0.36 0.35 ‐2.91 ‐0.43 0.29 0.72 ‐2.54 ‐0.45 0.34 0.60 ‐2.96 ‐0.86 0.39 0.36 ‐3.23

5 ‐0.60 0.34 0.38 ‐2.74 ‐0.37 0.26 0.45 ‐1.87 ‐0.40 0.31 0.63 ‐2.66 ‐0.72 0.35 0.26 ‐2.86

6 ‐0.59 0.38 0.36 ‐3.38 ‐0.32 0.25 0.51 ‐2.15 ‐0.39 0.31 0.50 ‐2.86 ‐0.55 0.33 0.59 ‐2.58

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.32 0.23 0.37 ‐1.73 ‐0.20 0.17 0.49 ‐1.96 ‐0.20 0.18 0.42 ‐1.54 ‐0.34 0.21 0.73 ‐1.76

9 ‐2.13 1.10 1.34 ‐8.19 ‐1.83 1.10 2.41 ‐6.77 ‐1.27 1.03 2.88 ‐6.64 ‐1.89 0.74 0.86 ‐6.40

10 ‐1.39 0.81 0.62 ‐5.59 ‐1.06 0.68 0.88 ‐5.29 ‐0.78 0.60 1.00 ‐4.63 ‐1.63 0.64 0.08 ‐5.26

11 ‐0.95 0.51 0.51 ‐3.99 ‐0.66 0.44 0.72 ‐3.51 ‐0.60 0.42 0.92 ‐3.80 ‐1.33 0.52 0.26 ‐4.37

12 ‐0.79 0.40 0.40 ‐3.56 ‐0.63 0.37 0.53 ‐3.03 ‐0.52 0.35 0.83 ‐2.88 ‐1.26 0.47 0.21 ‐3.92

13 ‐0.74 0.36 0.35 ‐3.05 ‐0.61 0.35 0.43 ‐2.77 ‐0.48 0.31 0.71 ‐2.80 ‐1.23 0.45 0.20 ‐3.84

14 ‐0.71 0.33 0.22 ‐2.75 ‐0.58 0.34 0.44 ‐2.79 ‐0.47 0.28 0.49 ‐2.65 ‐1.14 0.42 0.06 ‐3.73

15 ‐0.52 0.26 0.20 ‐2.53 ‐0.43 0.26 0.58 ‐2.96 ‐0.35 0.24 0.49 ‐2.82 ‐0.85 0.34 0.21 ‐3.05

16 ‐0.25 0.16 0.30 ‐1.68 ‐0.24 0.17 0.42 ‐2.36 ‐0.18 0.16 0.46 ‐1.83 ‐0.43 0.22 0.43 ‐2.29

17 ‐2.11 1.10 2.06 ‐8.81 ‐1.83 1.10 2.64 ‐8.28 ‐1.18 1.02 2.61 ‐7.50 ‐1.86 0.71 0.36 ‐5.91

18 ‐1.53 0.82 0.52 ‐5.57 0.00 0.00 0.00 0.00 ‐0.93 0.63 1.23 ‐4.23 0.00 0.00 0.00 0.00

19 ‐1.15 0.58 0.60 ‐4.27 ‐0.92 0.52 0.59 ‐3.91 ‐0.76 0.48 0.88 ‐3.30 ‐1.55 0.58 0.21 ‐4.54

20 ‐0.96 0.48 0.39 ‐3.81 ‐0.79 0.44 0.56 ‐4.02 ‐0.66 0.41 0.76 ‐3.42 ‐1.46 0.54 0.28 ‐4.60

21 ‐0.86 0.42 0.26 ‐3.63 ‐0.72 0.40 0.45 ‐3.43 ‐0.58 0.36 0.66 ‐3.03 ‐1.38 0.51 0.13 ‐4.69

22 ‐0.74 0.38 0.32 ‐2.99 ‐0.65 0.37 0.67 ‐3.07 ‐0.49 0.32 0.64 ‐3.09 ‐1.20 0.45 0.27 ‐4.15

23 ‐0.49 0.31 0.48 ‐2.30 ‐0.45 0.30 0.72 ‐2.94 ‐0.32 0.27 0.72 ‐2.51 ‐0.78 0.36 0.37 ‐3.21

24 ‐0.32 0.18 0.36 ‐1.76 ‐0.30 0.19 0.36 ‐1.89 ‐0.22 0.17 0.40 ‐1.69 ‐0.58 0.23 0.41 ‐2.50

25 ‐1.95 1.04 1.91 ‐7.75 ‐1.65 1.06 2.35 ‐7.48 ‐1.05 0.92 3.45 ‐7.06 ‐1.86 0.71 0.33 ‐7.07

26 ‐1.48 0.77 0.65 ‐5.85 ‐1.12 0.67 0.91 ‐5.10 ‐0.92 0.66 1.68 ‐5.29 ‐1.67 0.64 0.11 ‐5.61

27 ‐1.18 0.58 0.50 ‐4.38 ‐0.91 0.52 0.75 ‐4.05 ‐0.83 0.53 0.91 ‐3.81 ‐1.57 0.58 0.13 ‐4.68

28 ‐1.02 0.49 0.29 ‐3.81 ‐0.81 0.45 0.58 ‐4.34 ‐0.73 0.44 0.97 ‐3.56 ‐1.50 0.54 0.12 ‐4.52

29 ‐0.90 0.43 0.33 ‐3.52 ‐0.73 0.41 0.59 ‐4.22 ‐0.65 0.38 0.81 ‐3.58 ‐1.49 0.52 0.18 ‐4.58

30 ‐0.82 0.38 0.32 ‐3.34 ‐0.65 0.36 0.64 ‐3.53 ‐0.57 0.34 0.63 ‐3.02 ‐1.38 0.47 0.24 ‐4.27

31 ‐0.65 0.31 0.32 ‐3.00 ‐0.49 0.28 0.60 ‐2.79 ‐0.45 0.28 0.50 ‐2.83 ‐1.05 0.37 0.21 ‐3.56

32 ‐0.32 0.19 0.29 ‐2.04 ‐0.32 0.20 0.34 ‐2.30 ‐0.23 0.19 0.42 ‐1.94 ‐0.60 0.25 0.28 ‐2.54

33 ‐1.79 1.03 2.03 ‐8.29 ‐1.47 0.99 2.32 ‐8.16 ‐0.93 0.90 3.17 ‐7.12 ‐1.78 0.67 0.33 ‐6.43

34 ‐1.49 0.76 0.73 ‐6.33 ‐1.16 0.67 0.95 ‐5.77 ‐0.91 0.67 1.57 ‐4.90 ‐1.66 0.66 0.16 ‐5.70

35 ‐1.21 0.56 0.41 ‐4.39 ‐0.91 0.49 0.70 ‐3.60 ‐0.85 0.55 1.05 ‐4.27 ‐1.57 0.58 0.21 ‐4.50

36 ‐1.02 0.48 0.51 ‐3.74 ‐0.85 0.44 0.65 ‐3.57 ‐0.75 0.46 1.04 ‐4.00 ‐1.59 0.56 0.14 ‐5.21

37 ‐0.94 0.44 0.39 ‐3.51 ‐0.78 0.40 0.67 ‐3.46 ‐0.70 0.41 0.97 ‐3.32 ‐1.55 0.54 0.10 ‐4.78

38 ‐0.83 0.39 0.38 ‐3.31 ‐0.68 0.37 0.64 ‐3.15 ‐0.60 0.36 0.79 ‐2.92 ‐1.36 0.49 0.08 ‐4.97

39 ‐0.62 0.34 0.71 ‐2.70 ‐0.54 0.31 0.60 ‐2.89 ‐0.44 0.30 0.58 ‐2.64 ‐1.00 0.39 0.30 ‐3.48

40 ‐0.41 0.20 0.26 ‐1.94 ‐0.34 0.21 0.35 ‐2.37 ‐0.31 0.21 0.49 ‐2.32 ‐0.65 0.24 0.33 ‐2.77

41 ‐1.58 0.93 2.32 ‐7.24 ‐1.28 0.88 3.79 ‐6.76 ‐0.84 0.85 2.97 ‐6.31 ‐1.80 0.68 0.45 ‐6.88

42 ‐1.40 0.68 0.89 ‐5.93 ‐1.09 0.62 0.90 ‐4.90 ‐0.90 0.68 1.56 ‐4.82 ‐1.68 0.64 0.25 ‐5.68

43 ‐1.17 0.54 0.57 ‐5.11 ‐0.92 0.49 0.81 ‐3.63 ‐0.87 0.58 1.21 ‐4.94 ‐1.60 0.59 0.23 ‐5.64

44 ‐1.03 0.47 0.47 ‐4.19 ‐0.83 0.43 0.67 ‐3.26 ‐0.78 0.49 1.14 ‐3.28 ‐1.58 0.57 0.11 ‐4.68

45 ‐0.97 0.43 0.39 ‐3.76 ‐0.77 0.40 0.76 ‐3.07 ‐0.74 0.44 0.93 ‐3.30 ‐1.57 0.55 0.14 ‐4.80

46 ‐0.82 0.37 0.42 ‐3.22 0.00 0.00 0.00 0.00 ‐0.62 0.37 0.76 ‐3.02 0.00 0.00 0.00 0.00

47 ‐0.64 0.30 0.31 ‐2.60 ‐0.53 0.29 0.55 ‐2.81 ‐0.49 0.30 0.60 ‐3.18 ‐1.10 0.39 0.12 ‐3.51

48 ‐0.44 0.21 0.17 ‐2.16 ‐0.38 0.23 0.49 ‐3.15 ‐0.32 0.23 0.45 ‐2.27 ‐0.67 0.26 0.24 ‐2.75

49 ‐1.53 0.91 1.37 ‐7.67 ‐1.24 0.87 2.55 ‐7.63 ‐0.81 0.86 3.55 ‐6.93 ‐1.77 0.67 0.39 ‐5.94

50 ‐1.36 0.67 0.66 ‐5.46 ‐1.09 0.61 1.15 ‐5.26 ‐0.87 0.69 1.52 ‐4.94 ‐1.62 0.63 0.39 ‐5.73

51 ‐1.20 0.52 0.46 ‐4.48 ‐0.95 0.49 0.64 ‐3.66 ‐0.86 0.58 1.24 ‐3.51 ‐1.59 0.59 0.21 ‐5.15

52 ‐1.07 0.45 0.42 ‐3.68 ‐0.83 0.42 0.70 ‐3.24 ‐0.79 0.49 1.06 ‐3.20 ‐1.59 0.57 0.10 ‐4.78

53 ‐0.94 0.41 0.37 ‐3.35 ‐0.75 0.39 0.77 ‐2.85 ‐0.71 0.43 0.91 ‐2.83 ‐1.57 0.56 0.08 ‐4.52

54 ‐0.84 0.38 0.42 ‐3.72 ‐0.69 0.37 0.65 ‐3.89 ‐0.61 0.38 0.67 ‐2.88 ‐1.46 0.53 0.07 ‐4.86

55 ‐0.62 0.33 0.44 ‐2.73 ‐0.54 0.32 0.66 ‐3.04 ‐0.46 0.31 0.75 ‐2.69 ‐1.06 0.41 0.15 ‐3.65

56 ‐0.37 0.19 0.25 ‐1.59 ‐0.37 0.23 0.41 ‐2.67 ‐0.29 0.22 0.61 ‐2.97 ‐0.67 0.26 0.30 ‐3.33

57 ‐1.48 0.86 2.16 ‐7.30 ‐1.18 0.83 2.96 ‐7.30 ‐0.76 0.85 3.69 ‐6.43 ‐1.74 0.68 0.78 ‐6.11

58 ‐1.34 0.65 0.73 ‐5.12 ‐1.05 0.61 0.91 ‐5.41 ‐0.87 0.70 1.93 ‐4.96 ‐1.65 0.63 0.23 ‐5.39

59 ‐1.16 0.51 0.70 ‐4.55 ‐0.94 0.49 0.82 ‐4.50 ‐0.85 0.58 1.24 ‐3.61 ‐1.60 0.59 0.18 ‐4.86

60 ‐1.01 0.44 0.64 ‐3.35 ‐0.83 0.43 0.80 ‐3.50 ‐0.76 0.49 1.04 ‐3.55 ‐1.60 0.57 0.17 ‐4.62

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.76 0.36 0.55 ‐2.72 ‐0.69 0.36 0.60 ‐3.10 ‐0.61 0.37 0.82 ‐2.71 ‐1.47 0.52 0.07 ‐4.52

63 ‐0.65 0.30 0.43 ‐2.40 ‐0.54 0.31 0.68 ‐2.78 ‐0.46 0.31 0.68 ‐3.07 ‐1.14 0.41 0.16 ‐3.69

64 ‐0.39 0.19 0.21 ‐1.73 ‐0.38 0.24 0.40 ‐2.39 ‐0.30 0.23 0.54 ‐2.14 ‐0.63 0.26 0.44 ‐3.09

Table C19 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 180o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.98 1.43 1.59 ‐8.91 ‐1.98 1.39 1.59 ‐8.51 ‐2.07 1.30 1.78 ‐9.67 ‐2.52 1.08 0.09 ‐10.50

2 ‐0.79 0.45 0.65 ‐5.09 ‐0.64 0.39 0.70 ‐3.40 ‐0.65 0.45 0.65 ‐4.03 ‐1.48 0.55 0.31 ‐4.62

3 ‐0.88 0.46 0.32 ‐5.21 ‐0.67 0.37 0.48 ‐3.88 ‐0.74 0.55 0.55 ‐5.04 ‐1.18 0.43 0.25 ‐3.86

4 ‐0.86 0.42 0.19 ‐4.58 ‐0.61 0.40 0.56 ‐3.63 ‐0.75 0.50 0.45 ‐4.17 ‐1.10 0.45 0.17 ‐4.25

5 ‐0.78 0.38 0.19 ‐3.91 ‐0.52 0.34 0.48 ‐3.54 ‐0.68 0.45 0.45 ‐3.89 ‐0.90 0.43 0.30 ‐4.14

6 ‐0.71 0.40 0.20 ‐3.59 ‐0.44 0.31 0.43 ‐2.83 ‐0.68 0.44 0.53 ‐3.56 ‐0.76 0.44 0.44 ‐4.27

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.37 0.23 0.37 ‐1.92 ‐0.29 0.19 0.41 ‐1.82 ‐0.34 0.22 0.44 ‐1.78 ‐0.46 0.24 0.46 ‐2.19

9 ‐2.58 1.29 1.81 ‐8.87 ‐2.33 1.14 1.89 ‐8.49 ‐1.92 1.00 2.25 ‐7.27 ‐2.34 0.81 0.00 ‐6.61

10 ‐1.58 0.93 0.59 ‐6.25 ‐1.33 0.78 0.63 ‐5.18 ‐1.10 0.68 0.95 ‐4.89 ‐2.01 0.72 ‐0.05 ‐6.06

11 ‐1.00 0.49 0.44 ‐3.79 ‐0.77 0.45 0.65 ‐3.52 ‐0.68 0.40 0.87 ‐3.00 ‐1.62 0.58 0.15 ‐5.46

12 ‐0.85 0.36 0.20 ‐3.11 ‐0.75 0.36 0.47 ‐2.92 ‐0.61 0.32 0.78 ‐2.56 ‐1.43 0.50 ‐0.03 ‐3.92

13 ‐0.83 0.33 0.20 ‐2.62 ‐0.75 0.34 0.33 ‐2.88 ‐0.58 0.30 0.64 ‐2.58 ‐1.30 0.48 0.00 ‐3.81

14 ‐0.84 0.33 0.08 ‐2.42 ‐0.75 0.34 0.35 ‐2.64 ‐0.59 0.29 0.46 ‐2.32 ‐1.16 0.44 0.00 ‐3.70

15 ‐0.63 0.26 0.17 ‐1.90 ‐0.54 0.25 0.43 ‐2.15 ‐0.43 0.23 0.46 ‐2.11 ‐0.82 0.34 0.22 ‐3.20

16 ‐0.30 0.15 0.21 ‐1.26 ‐0.27 0.15 0.32 ‐1.33 ‐0.23 0.15 0.50 ‐1.55 ‐0.42 0.22 0.39 ‐1.74

17 ‐2.80 1.15 1.55 ‐8.50 ‐2.65 1.15 1.38 ‐8.69 ‐1.94 1.11 2.59 ‐7.72 ‐2.24 0.78 0.44 ‐6.77

18 ‐1.93 0.96 0.37 ‐6.79 0.00 0.00 0.00 0.00 ‐1.29 0.70 0.94 ‐5.03 0.00 0.00 0.00 0.00

19 ‐1.36 0.65 0.32 ‐4.54 ‐1.19 0.58 0.40 ‐4.42 ‐0.95 0.47 0.74 ‐3.83 ‐1.84 0.61 ‐0.03 ‐4.74

20 ‐1.12 0.50 0.19 ‐3.78 ‐1.02 0.47 0.30 ‐3.97 ‐0.80 0.39 0.62 ‐3.40 ‐1.69 0.56 ‐0.01 ‐4.24

21 ‐0.96 0.41 0.17 ‐3.36 ‐0.90 0.41 0.39 ‐3.49 ‐0.68 0.34 0.53 ‐2.95 ‐1.54 0.53 0.04 ‐4.04

22 ‐0.81 0.36 0.14 ‐3.19 ‐0.79 0.37 0.41 ‐2.99 ‐0.59 0.32 0.44 ‐2.90 ‐1.31 0.47 0.06 ‐3.84

23 ‐0.55 0.27 0.36 ‐2.12 ‐0.56 0.28 0.48 ‐2.19 ‐0.41 0.25 0.56 ‐2.15 ‐0.88 0.37 0.34 ‐3.20

24 ‐0.38 0.17 0.18 ‐1.45 ‐0.36 0.18 0.28 ‐2.02 ‐0.24 0.16 0.37 ‐1.49 ‐0.58 0.24 0.30 ‐2.30

25 ‐2.66 1.03 1.29 ‐8.40 ‐2.42 1.04 1.46 ‐8.32 ‐1.65 1.06 2.06 ‐9.35 ‐2.13 0.78 0.40 ‐8.47

26 ‐2.09 0.92 0.18 ‐6.99 ‐1.66 0.82 0.63 ‐5.72 ‐1.21 0.70 1.15 ‐5.14 ‐1.91 0.68 0.34 ‐6.14

27 ‐1.54 0.71 0.24 ‐5.04 ‐1.25 0.62 0.59 ‐4.71 ‐0.99 0.53 0.75 ‐4.19 ‐1.81 0.62 0.15 ‐5.27

28 ‐1.27 0.58 0.29 ‐4.18 ‐1.07 0.50 0.40 ‐3.87 ‐0.86 0.43 0.59 ‐3.67 ‐1.71 0.57 0.14 ‐4.97

29 ‐1.07 0.48 0.10 ‐3.83 ‐0.94 0.44 0.54 ‐3.31 ‐0.74 0.38 0.54 ‐3.25 ‐1.65 0.55 0.03 ‐4.91

30 ‐0.95 0.40 0.19 ‐3.19 ‐0.81 0.37 0.38 ‐2.84 ‐0.64 0.32 0.46 ‐2.97 ‐1.48 0.49 0.03 ‐4.12

31 ‐0.76 0.32 0.19 ‐2.57 ‐0.58 0.28 0.33 ‐2.61 ‐0.49 0.27 0.37 ‐2.55 ‐1.11 0.39 ‐0.02 ‐3.31

32 ‐0.36 0.18 0.20 ‐1.50 ‐0.35 0.19 0.28 ‐2.19 ‐0.25 0.17 0.36 ‐1.92 ‐0.66 0.26 0.25 ‐2.45

33 ‐2.62 1.06 0.86 ‐8.08 ‐2.33 1.16 1.30 ‐8.49 ‐1.45 1.06 3.34 ‐7.49 ‐2.01 0.73 0.79 ‐7.06

34 ‐2.17 0.92 0.11 ‐6.36 ‐1.71 0.82 0.54 ‐5.94 ‐1.23 0.72 1.35 ‐5.33 ‐1.91 0.72 0.23 ‐6.19

35 ‐1.62 0.68 0.11 ‐4.90 ‐1.20 0.57 0.70 ‐4.29 ‐1.05 0.56 1.01 ‐4.76 ‐1.76 0.61 0.27 ‐4.83

36 ‐1.29 0.56 0.19 ‐4.24 ‐1.12 0.50 0.36 ‐3.81 ‐0.89 0.46 0.96 ‐4.15 ‐1.75 0.59 0.24 ‐4.75

37 ‐1.17 0.51 0.17 ‐3.83 ‐1.00 0.45 0.28 ‐3.66 ‐0.82 0.42 0.66 ‐3.54 ‐1.69 0.57 0.14 ‐4.94

38 ‐1.01 0.43 0.15 ‐3.59 ‐0.86 0.39 0.28 ‐3.30 ‐0.70 0.36 0.43 ‐3.07 ‐1.49 0.50 ‐0.02 ‐4.03

39 ‐0.75 0.33 0.26 ‐2.68 ‐0.65 0.31 0.23 ‐3.16 ‐0.54 0.29 0.40 ‐2.77 ‐1.11 0.39 0.22 ‐3.34

40 ‐0.45 0.20 0.15 ‐1.65 ‐0.35 0.18 0.23 ‐2.03 ‐0.31 0.19 0.31 ‐2.04 ‐0.67 0.25 0.22 ‐2.06

41 ‐2.30 1.01 1.64 ‐7.46 ‐1.91 1.00 1.76 ‐9.34 ‐1.20 0.95 4.09 ‐7.70 ‐1.93 0.74 0.68 ‐8.01

42 ‐1.93 0.84 0.53 ‐6.59 ‐1.49 0.76 0.57 ‐5.59 ‐1.13 0.70 1.61 ‐4.69 ‐1.79 0.67 0.49 ‐5.81

43 ‐1.53 0.67 0.47 ‐4.78 ‐1.19 0.58 0.45 ‐4.39 ‐1.03 0.57 1.32 ‐4.07 ‐1.73 0.63 0.34 ‐5.04

44 ‐1.30 0.56 0.26 ‐4.41 ‐1.04 0.48 0.47 ‐3.96 ‐0.90 0.48 1.09 ‐3.41 ‐1.70 0.60 0.33 ‐4.95

45 ‐1.18 0.50 0.17 ‐4.12 ‐0.92 0.43 0.55 ‐3.44 ‐0.84 0.44 0.92 ‐3.62 ‐1.66 0.57 0.30 ‐4.88

46 ‐0.95 0.41 0.22 ‐3.17 0.00 0.00 0.00 0.00 ‐0.70 0.37 0.68 ‐2.84 0.00 0.00 0.00 0.00

47 ‐0.68 0.31 0.22 ‐2.93 ‐0.53 0.28 0.39 ‐2.21 ‐0.52 0.29 0.53 ‐2.57 ‐1.12 0.40 0.11 ‐3.64

48 ‐0.48 0.22 0.14 ‐2.00 ‐0.38 0.20 0.27 ‐2.03 ‐0.36 0.22 0.36 ‐2.34 ‐0.70 0.27 0.22 ‐2.63

49 ‐2.26 1.08 1.54 ‐8.92 ‐1.78 1.02 2.54 ‐8.98 ‐1.09 0.91 3.30 ‐7.18 ‐1.86 0.70 0.75 ‐5.98

50 ‐1.86 0.81 0.59 ‐6.13 ‐1.49 0.73 0.56 ‐6.82 ‐1.10 0.71 1.76 ‐5.52 ‐1.74 0.65 0.22 ‐5.55

51 ‐1.46 0.62 0.45 ‐4.47 ‐1.17 0.55 0.46 ‐4.44 ‐1.01 0.58 1.35 ‐3.99 ‐1.68 0.61 0.35 ‐5.41

52 ‐1.29 0.52 0.29 ‐4.17 ‐1.00 0.47 0.55 ‐3.75 ‐0.90 0.49 1.12 ‐4.11 ‐1.67 0.58 0.24 ‐4.96

53 ‐1.12 0.47 0.32 ‐3.77 ‐0.88 0.42 0.60 ‐3.62 ‐0.81 0.43 1.01 ‐3.89 ‐1.64 0.57 0.20 ‐4.80

54 ‐1.00 0.42 0.14 ‐3.65 ‐0.82 0.38 0.51 ‐3.06 ‐0.72 0.39 0.78 ‐3.30 ‐1.53 0.54 0.12 ‐4.56

55 ‐0.77 0.33 0.19 ‐2.98 ‐0.66 0.32 0.51 ‐2.56 ‐0.57 0.32 0.64 ‐2.79 ‐1.12 0.41 0.17 ‐3.51

56 ‐0.37 0.18 0.22 ‐1.94 ‐0.35 0.19 0.31 ‐2.10 ‐0.28 0.20 0.43 ‐2.02 ‐0.67 0.26 0.38 ‐2.83

57 ‐1.94 0.97 1.85 ‐7.83 ‐1.49 0.90 2.53 ‐7.41 ‐0.96 0.86 3.67 ‐6.90 ‐1.74 0.68 0.96 ‐6.66

58 ‐1.64 0.75 0.46 ‐5.57 ‐1.25 0.66 0.82 ‐5.48 ‐1.00 0.69 1.95 ‐5.09 ‐1.66 0.62 0.27 ‐5.53

59 ‐1.36 0.60 0.36 ‐4.46 ‐1.10 0.53 0.60 ‐4.71 ‐0.95 0.58 1.43 ‐3.68 ‐1.64 0.60 0.42 ‐4.90

60 ‐1.15 0.50 0.34 ‐3.75 ‐0.96 0.45 0.56 ‐3.70 ‐0.85 0.49 1.05 ‐3.62 ‐1.64 0.58 0.13 ‐4.71

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.76 0.37 0.45 ‐3.11 ‐0.71 0.35 0.58 ‐3.54 ‐0.65 0.38 0.73 ‐3.20 ‐1.47 0.51 0.13 ‐4.42

63 ‐0.61 0.30 0.39 ‐2.95 ‐0.49 0.29 0.52 ‐2.92 ‐0.48 0.31 0.60 ‐3.33 ‐1.14 0.41 0.04 ‐3.47

64 ‐0.42 0.20 0.19 ‐1.92 ‐0.39 0.21 0.35 ‐2.09 ‐0.34 0.23 0.48 ‐2.35 ‐0.66 0.27 0.42 ‐3.38

Table C20 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 190o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.56 1.18 1.46 ‐8.25 ‐1.94 1.39 1.53 ‐9.73 ‐2.43 1.43 0.77 ‐10.03 ‐3.63 1.45 0.32 ‐11.39

2 ‐1.03 0.68 0.86 ‐5.15 ‐0.86 0.53 0.60 ‐4.19 ‐1.03 0.63 0.59 ‐4.96 ‐1.46 0.50 0.00 ‐4.36

3 ‐1.12 0.66 0.47 ‐5.39 ‐0.90 0.53 0.44 ‐4.46 ‐1.25 0.76 0.27 ‐6.32 ‐1.31 0.44 ‐0.06 ‐4.35

4 ‐1.00 0.54 0.54 ‐4.24 ‐0.92 0.57 0.61 ‐4.92 ‐1.17 0.66 0.40 ‐5.43 ‐1.37 0.54 ‐0.05 ‐5.40

5 ‐0.90 0.46 0.35 ‐4.05 ‐0.77 0.47 0.54 ‐3.85 ‐1.03 0.55 0.15 ‐4.61 ‐1.16 0.54 0.17 ‐4.69

6 ‐0.73 0.42 0.37 ‐3.76 ‐0.64 0.42 0.36 ‐3.46 ‐0.90 0.52 0.30 ‐4.91 ‐1.10 0.54 0.24 ‐4.94

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.40 0.26 0.29 ‐2.58 ‐0.38 0.23 0.42 ‐2.30 ‐0.44 0.25 0.30 ‐2.71 ‐0.61 0.28 0.22 ‐2.69

9 ‐1.84 1.19 1.53 ‐8.83 ‐2.00 1.10 1.73 ‐8.42 ‐2.16 0.94 0.65 ‐6.98 ‐2.81 0.90 ‐0.15 ‐7.26

10 ‐1.22 0.67 0.64 ‐5.96 ‐1.24 0.68 0.56 ‐5.32 ‐1.39 0.75 0.40 ‐5.76 ‐2.45 0.83 0.04 ‐6.63

11 ‐0.91 0.38 0.79 ‐3.51 ‐0.79 0.38 0.95 ‐3.28 ‐0.76 0.38 0.83 ‐3.25 ‐1.64 0.62 0.02 ‐5.16

12 ‐0.83 0.31 0.38 ‐2.47 ‐0.76 0.31 0.31 ‐2.54 ‐0.71 0.30 0.22 ‐2.23 ‐1.32 0.49 0.07 ‐4.27

13 ‐0.80 0.31 0.26 ‐2.50 ‐0.76 0.31 0.35 ‐2.47 ‐0.69 0.29 0.18 ‐2.42 ‐1.10 0.41 ‐0.08 ‐3.89

14 ‐0.84 0.30 0.18 ‐2.25 ‐0.79 0.33 0.38 ‐2.49 ‐0.74 0.31 0.15 ‐2.35 ‐0.99 0.36 ‐0.03 ‐3.33

15 ‐0.68 0.26 0.31 ‐1.99 ‐0.61 0.26 0.60 ‐1.91 ‐0.58 0.26 0.38 ‐2.12 ‐0.71 0.27 0.23 ‐2.67

16 ‐0.37 0.16 0.23 ‐1.53 ‐0.31 0.17 0.31 ‐1.55 ‐0.33 0.18 0.36 ‐1.47 ‐0.39 0.18 0.29 ‐1.68

17 ‐2.27 1.31 1.23 ‐8.42 ‐2.57 1.30 1.42 ‐8.59 ‐2.35 0.99 1.23 ‐8.39 ‐2.59 0.84 ‐0.04 ‐8.24

18 ‐1.41 0.81 0.56 ‐5.86 0.00 0.00 0.00 0.00 ‐1.59 0.73 0.35 ‐4.92 0.00 0.00 0.00 0.00

19 ‐1.09 0.48 0.13 ‐4.31 ‐1.15 0.50 0.20 ‐3.94 ‐1.08 0.46 0.27 ‐3.45 ‐2.05 0.64 0.12 ‐5.21

20 ‐0.96 0.37 0.15 ‐3.49 ‐0.99 0.40 0.23 ‐3.38 ‐0.90 0.37 0.30 ‐2.81 ‐1.73 0.58 0.09 ‐4.71

21 ‐0.83 0.32 0.13 ‐2.75 ‐0.86 0.35 0.18 ‐2.84 ‐0.74 0.32 0.29 ‐2.39 ‐1.42 0.53 ‐0.12 ‐4.17

22 ‐0.70 0.29 0.18 ‐2.49 ‐0.74 0.32 0.26 ‐2.59 ‐0.65 0.30 0.34 ‐2.33 ‐1.14 0.44 ‐0.01 ‐3.80

23 ‐0.44 0.23 0.33 ‐1.75 ‐0.52 0.25 0.36 ‐1.90 ‐0.45 0.23 0.40 ‐1.91 ‐0.80 0.33 0.28 ‐3.04

24 ‐0.39 0.17 0.16 ‐1.47 ‐0.40 0.18 0.29 ‐1.53 ‐0.30 0.16 0.41 ‐1.35 ‐0.49 0.20 0.14 ‐2.01

25 ‐2.59 1.17 1.05 ‐8.87 ‐2.63 1.03 0.96 ‐8.43 ‐2.11 0.96 1.82 ‐8.48 ‐2.33 0.76 0.47 ‐8.29

26 ‐1.86 0.97 0.49 ‐6.58 ‐1.83 0.86 0.58 ‐6.23 ‐1.51 0.71 0.59 ‐5.29 ‐2.12 0.69 0.31 ‐6.03

27 ‐1.29 0.64 0.34 ‐5.20 ‐1.30 0.62 0.41 ‐4.79 ‐1.15 0.52 0.54 ‐3.96 ‐2.03 0.64 0.22 ‐5.00

28 ‐1.07 0.46 0.05 ‐4.04 ‐1.09 0.47 0.24 ‐3.93 ‐0.99 0.41 0.48 ‐3.31 ‐1.85 0.59 ‐0.09 ‐4.92

29 ‐0.96 0.38 0.10 ‐3.32 ‐0.98 0.40 0.16 ‐3.43 ‐0.83 0.35 0.40 ‐2.83 ‐1.66 0.56 0.10 ‐4.72

30 ‐0.88 0.33 0.02 ‐2.83 ‐0.87 0.34 0.21 ‐3.03 ‐0.71 0.29 0.36 ‐2.31 ‐1.38 0.49 0.02 ‐3.99

31 ‐0.73 0.27 0.01 ‐2.41 ‐0.64 0.26 0.19 ‐2.37 ‐0.55 0.24 0.25 ‐2.10 ‐1.00 0.38 0.08 ‐3.09

32 ‐0.35 0.14 0.11 ‐1.22 ‐0.37 0.16 0.17 ‐1.59 ‐0.27 0.14 0.31 ‐1.18 ‐0.59 0.25 0.19 ‐2.56

33 ‐2.80 1.11 0.74 ‐8.24 ‐2.83 1.21 1.17 ‐8.67 ‐2.08 1.07 2.31 ‐8.71 ‐2.20 0.74 0.21 ‐7.04

34 ‐2.13 0.98 0.30 ‐6.43 ‐1.99 0.86 0.24 ‐6.21 ‐1.59 0.72 0.73 ‐5.29 ‐2.13 0.73 0.03 ‐6.69

35 ‐1.54 0.69 0.14 ‐5.00 ‐1.37 0.60 0.43 ‐4.64 ‐1.19 0.50 0.68 ‐4.04 ‐1.89 0.60 0.23 ‐5.14

36 ‐1.25 0.53 0.12 ‐4.35 ‐1.27 0.52 0.15 ‐4.43 ‐0.99 0.41 0.52 ‐3.31 ‐1.86 0.58 0.14 ‐4.96

37 ‐1.10 0.46 0.02 ‐3.79 ‐1.08 0.45 0.24 ‐4.08 ‐0.92 0.38 0.41 ‐2.88 ‐1.73 0.55 ‐0.06 ‐4.88

38 ‐0.93 0.38 0.07 ‐3.14 ‐0.91 0.38 0.22 ‐3.27 ‐0.78 0.32 0.33 ‐3.00 ‐1.47 0.48 ‐0.16 ‐4.24

39 ‐0.67 0.28 0.14 ‐2.36 ‐0.65 0.28 0.10 ‐2.76 ‐0.58 0.25 0.33 ‐2.08 ‐1.07 0.38 0.06 ‐3.19

40 ‐0.45 0.18 0.07 ‐1.51 ‐0.37 0.17 0.25 ‐1.80 ‐0.31 0.15 0.29 ‐1.54 ‐0.60 0.24 0.21 ‐2.43

41 ‐2.60 0.97 1.30 ‐7.42 ‐2.43 0.93 1.12 ‐7.88 ‐1.72 0.97 2.26 ‐8.15 ‐2.02 0.72 0.48 ‐7.32

42 ‐2.20 0.89 0.15 ‐6.76 ‐1.92 0.82 0.45 ‐6.09 ‐1.36 0.68 0.87 ‐5.06 ‐1.88 0.66 0.17 ‐5.92

43 ‐1.69 0.73 0.10 ‐5.19 ‐1.43 0.64 0.27 ‐4.71 ‐1.14 0.52 0.97 ‐4.09 ‐1.82 0.62 0.32 ‐6.08

44 ‐1.36 0.58 0.18 ‐4.55 ‐1.23 0.53 0.36 ‐4.52 ‐0.98 0.42 0.79 ‐3.27 ‐1.77 0.58 0.13 ‐5.18

45 ‐1.21 0.51 0.04 ‐4.09 ‐1.07 0.46 0.33 ‐3.63 ‐0.89 0.38 0.53 ‐3.61 ‐1.68 0.55 0.20 ‐5.09

46 ‐0.99 0.40 0.05 ‐3.47 0.00 0.00 0.00 0.00 ‐0.73 0.32 0.49 ‐3.00 0.00 0.00 0.00 0.00

47 ‐0.74 0.29 0.12 ‐2.51 ‐0.58 0.27 0.33 ‐2.48 ‐0.50 0.25 0.38 ‐2.75 ‐1.09 0.38 0.18 ‐3.09

48 ‐0.46 0.19 0.11 ‐1.73 ‐0.38 0.18 0.26 ‐1.80 ‐0.34 0.18 0.28 ‐1.87 ‐0.70 0.26 0.20 ‐2.26

49 ‐2.69 1.05 0.24 ‐9.59 ‐2.41 1.04 1.39 ‐8.62 ‐1.63 0.97 2.47 ‐7.23 ‐1.93 0.69 0.12 ‐6.00

50 ‐2.21 0.86 0.12 ‐6.15 ‐1.91 0.79 0.09 ‐6.09 ‐1.45 0.70 1.08 ‐6.15 ‐1.85 0.66 0.16 ‐5.71

51 ‐1.68 0.67 0.06 ‐5.45 ‐1.44 0.60 0.23 ‐4.79 ‐1.15 0.52 1.13 ‐4.51 ‐1.74 0.59 0.18 ‐5.00

52 ‐1.43 0.56 0.07 ‐4.68 ‐1.18 0.49 0.26 ‐4.10 ‐1.00 0.43 1.05 ‐3.53 ‐1.70 0.56 0.19 ‐4.96

53 ‐1.20 0.49 0.04 ‐4.16 ‐1.00 0.44 0.33 ‐3.77 ‐0.86 0.38 0.61 ‐3.23 ‐1.64 0.55 0.05 ‐4.68

54 ‐1.02 0.42 0.16 ‐3.60 ‐0.90 0.38 0.24 ‐3.21 ‐0.77 0.34 0.45 ‐2.88 ‐1.52 0.51 0.06 ‐4.45

55 ‐0.73 0.31 0.18 ‐2.63 ‐0.67 0.29 0.24 ‐2.38 ‐0.62 0.29 0.40 ‐2.73 ‐1.12 0.39 0.11 ‐3.35

56 ‐0.37 0.16 0.17 ‐1.48 ‐0.34 0.17 0.25 ‐1.74 ‐0.25 0.16 0.40 ‐2.09 ‐0.62 0.24 0.25 ‐2.43

57 ‐2.30 0.89 1.73 ‐7.75 ‐1.94 0.90 1.80 ‐7.87 ‐1.39 0.89 3.19 ‐7.00 ‐1.74 0.65 0.28 ‐7.00

58 ‐2.00 0.79 0.25 ‐6.18 ‐1.57 0.71 0.56 ‐6.13 ‐1.25 0.68 1.37 ‐5.26 ‐1.64 0.60 0.04 ‐5.44

59 ‐1.64 0.65 0.30 ‐4.97 ‐1.31 0.56 0.44 ‐4.55 ‐1.10 0.54 1.08 ‐3.91 ‐1.64 0.58 0.29 ‐4.62

60 ‐1.38 0.54 0.18 ‐4.51 ‐1.11 0.47 0.41 ‐4.06 ‐0.95 0.44 0.84 ‐3.53 ‐1.64 0.55 0.11 ‐4.47

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.93 0.38 0.27 ‐3.46 ‐0.74 0.34 0.67 ‐2.73 ‐0.66 0.33 0.58 ‐3.13 ‐1.41 0.47 0.06 ‐3.97

63 ‐0.66 0.30 0.28 ‐2.51 ‐0.50 0.26 0.59 ‐1.98 ‐0.44 0.28 0.52 ‐2.59 ‐1.07 0.38 0.21 ‐3.17

64 ‐0.43 0.19 0.15 ‐1.57 ‐0.37 0.18 0.25 ‐1.83 ‐0.33 0.19 0.40 ‐2.08 ‐0.68 0.26 0.19 ‐2.58

Table C21 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 200o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐2.10 1.29 0.81 ‐9.13 ‐2.16 1.36 0.80 ‐9.50 ‐2.36 1.28 0.64 ‐9.37 ‐3.82 1.91 0.20 ‐11.92

2 ‐1.52 0.78 0.53 ‐5.84 ‐1.22 0.56 0.41 ‐4.24 ‐1.52 0.70 0.29 ‐5.59 ‐1.42 0.43 ‐0.24 ‐4.22

3 ‐1.58 0.82 0.45 ‐5.88 ‐1.14 0.57 0.34 ‐4.76 ‐1.46 0.72 0.22 ‐5.44 ‐1.44 0.47 ‐0.15 ‐4.35

4 ‐1.34 0.65 0.47 ‐4.50 ‐1.11 0.57 0.57 ‐4.86 ‐1.19 0.58 0.18 ‐4.81 ‐1.57 0.56 ‐0.12 ‐4.85

5 ‐1.15 0.54 0.50 ‐3.93 ‐0.93 0.47 0.38 ‐3.80 ‐1.04 0.49 0.25 ‐3.86 ‐1.35 0.52 0.07 ‐4.35

6 ‐0.97 0.50 0.47 ‐3.98 ‐0.79 0.42 0.55 ‐3.48 ‐0.84 0.44 0.40 ‐3.92 ‐1.21 0.50 0.08 ‐4.62

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.53 0.31 0.21 ‐3.26 ‐0.40 0.25 0.39 ‐2.47 ‐0.44 0.27 0.33 ‐2.87 ‐0.54 0.26 0.15 ‐2.34

9 ‐1.56 0.90 1.39 ‐7.56 ‐1.56 0.89 1.15 ‐7.12 ‐2.08 1.01 1.24 ‐7.98 ‐3.55 1.07 ‐0.16 ‐9.35

10 ‐1.35 0.64 0.43 ‐4.92 ‐1.27 0.62 0.57 ‐5.40 ‐1.46 0.71 0.34 ‐5.38 ‐2.41 1.06 ‐0.24 ‐7.72

11 ‐1.03 0.39 0.58 ‐3.33 ‐0.89 0.38 0.59 ‐3.03 ‐0.91 0.38 0.47 ‐3.29 ‐1.19 0.54 0.05 ‐5.03

12 ‐0.89 0.32 0.26 ‐2.59 ‐0.79 0.32 0.32 ‐2.32 ‐0.86 0.34 0.32 ‐2.71 ‐1.05 0.35 ‐0.02 ‐3.63

13 ‐0.81 0.31 0.24 ‐2.64 ‐0.74 0.31 0.36 ‐2.19 ‐0.82 0.33 0.39 ‐2.67 ‐0.91 0.31 0.07 ‐2.73

14 ‐0.80 0.29 0.28 ‐2.46 ‐0.72 0.30 0.39 ‐2.27 ‐0.83 0.33 0.24 ‐2.52 ‐0.87 0.31 0.11 ‐2.52

15 ‐0.64 0.25 0.53 ‐2.06 ‐0.55 0.27 0.57 ‐1.95 ‐0.65 0.29 0.22 ‐2.26 ‐0.66 0.27 0.35 ‐2.06

16 ‐0.38 0.17 0.23 ‐1.44 ‐0.32 0.18 0.52 ‐1.75 ‐0.36 0.20 0.38 ‐1.78 ‐0.41 0.19 0.28 ‐1.43

17 ‐1.40 0.78 0.89 ‐6.71 ‐1.48 0.87 1.14 ‐6.58 ‐2.00 0.95 1.07 ‐6.90 ‐3.06 0.95 0.01 ‐8.58

18 ‐1.29 0.61 0.52 ‐4.67 0.00 0.00 0.00 0.00 ‐1.62 0.71 0.31 ‐5.41 0.00 0.00 0.00 0.00

19 ‐1.07 0.41 0.17 ‐3.51 ‐1.01 0.41 0.34 ‐3.23 ‐1.11 0.45 0.21 ‐3.46 ‐1.83 0.75 ‐0.25 ‐5.76

20 ‐0.89 0.32 0.25 ‐2.64 ‐0.85 0.33 0.28 ‐2.66 ‐0.89 0.35 0.23 ‐3.09 ‐1.34 0.57 ‐0.16 ‐4.47

21 ‐0.73 0.27 0.26 ‐2.35 ‐0.72 0.30 0.34 ‐2.26 ‐0.74 0.32 0.26 ‐2.75 ‐1.02 0.41 ‐0.02 ‐3.64

22 ‐0.61 0.24 0.20 ‐1.98 ‐0.62 0.28 0.34 ‐2.34 ‐0.66 0.31 0.38 ‐2.66 ‐0.87 0.33 0.08 ‐2.84

23 ‐0.43 0.21 0.43 ‐1.58 ‐0.46 0.24 0.42 ‐2.18 ‐0.49 0.25 0.50 ‐2.16 ‐0.70 0.27 0.22 ‐2.29

24 ‐0.34 0.16 0.27 ‐1.18 ‐0.37 0.19 0.39 ‐1.75 ‐0.35 0.20 0.36 ‐1.81 ‐0.44 0.18 0.23 ‐1.56

25 ‐1.52 0.86 0.91 ‐7.26 ‐1.71 0.97 1.13 ‐6.87 ‐1.96 0.87 0.92 ‐6.91 ‐2.57 0.79 ‐0.24 ‐7.31

26 ‐1.29 0.61 0.44 ‐4.96 ‐1.31 0.64 0.46 ‐5.00 ‐1.63 0.71 0.40 ‐5.00 ‐2.45 0.76 ‐0.29 ‐6.45

27 ‐1.10 0.45 0.36 ‐3.74 ‐1.08 0.46 0.38 ‐3.73 ‐1.29 0.55 0.26 ‐4.17 ‐2.24 0.73 ‐0.22 ‐6.15

28 ‐0.94 0.35 0.31 ‐3.19 ‐0.93 0.37 0.39 ‐3.10 ‐1.06 0.42 0.19 ‐3.39 ‐1.72 0.67 ‐0.14 ‐5.02

29 ‐0.82 0.30 0.27 ‐2.70 ‐0.84 0.33 0.20 ‐2.72 ‐0.87 0.36 0.17 ‐2.89 ‐1.33 0.58 ‐0.04 ‐4.41

30 ‐0.73 0.27 0.16 ‐2.23 ‐0.75 0.32 0.16 ‐2.47 ‐0.76 0.31 0.25 ‐2.53 ‐1.00 0.44 0.07 ‐3.53

31 ‐0.59 0.22 0.18 ‐2.09 ‐0.58 0.26 0.50 ‐2.04 ‐0.62 0.26 0.40 ‐2.43 ‐0.71 0.30 0.19 ‐2.64

32 ‐0.29 0.13 0.28 ‐1.15 ‐0.35 0.17 0.40 ‐1.61 ‐0.32 0.16 0.30 ‐1.49 ‐0.41 0.18 0.13 ‐1.74

33 ‐1.72 1.01 1.07 ‐6.99 ‐2.02 1.24 1.80 ‐8.56 ‐2.17 0.99 1.46 ‐8.42 ‐2.37 0.76 0.11 ‐6.96

34 ‐1.35 0.69 0.56 ‐5.35 ‐1.42 0.72 0.54 ‐5.35 ‐1.73 0.76 0.35 ‐6.02 ‐2.35 0.74 ‐0.12 ‐6.44

35 ‐1.11 0.46 0.23 ‐3.79 ‐1.10 0.48 0.62 ‐3.58 ‐1.28 0.53 0.35 ‐4.28 ‐2.03 0.60 ‐0.14 ‐4.82

36 ‐0.96 0.37 0.18 ‐3.39 ‐1.04 0.42 0.26 ‐3.20 ‐1.09 0.43 0.28 ‐3.36 ‐1.93 0.61 ‐0.14 ‐5.11

37 ‐0.87 0.33 0.23 ‐3.26 ‐0.91 0.36 0.27 ‐2.89 ‐1.02 0.40 0.11 ‐3.09 ‐1.59 0.60 ‐0.04 ‐4.49

38 ‐0.73 0.28 0.16 ‐2.67 ‐0.77 0.32 0.29 ‐2.56 ‐0.85 0.36 0.13 ‐2.85 ‐1.18 0.51 0.11 ‐3.58

39 ‐0.51 0.22 0.22 ‐1.95 ‐0.56 0.25 0.26 ‐2.36 ‐0.61 0.27 0.27 ‐2.18 ‐0.80 0.36 0.11 ‐2.77

40 ‐0.36 0.15 0.16 ‐1.35 ‐0.37 0.18 0.29 ‐2.05 ‐0.36 0.17 0.21 ‐1.53 ‐0.41 0.20 0.28 ‐1.79

41 ‐1.77 0.96 1.47 ‐6.84 ‐2.12 1.05 1.28 ‐7.18 ‐1.84 0.90 2.21 ‐7.48 ‐2.10 0.69 0.23 ‐7.13

42 ‐1.44 0.73 0.45 ‐5.77 ‐1.57 0.81 0.40 ‐6.01 ‐1.44 0.68 0.44 ‐5.50 ‐2.00 0.64 0.11 ‐5.50

43 ‐1.16 0.53 0.41 ‐4.61 ‐1.15 0.55 0.59 ‐4.24 ‐1.19 0.53 0.42 ‐4.51 ‐1.99 0.62 0.06 ‐5.05

44 ‐0.98 0.41 0.43 ‐3.67 ‐1.03 0.45 0.24 ‐3.81 ‐1.05 0.44 0.36 ‐3.24 ‐1.89 0.58 ‐0.16 ‐4.70

45 ‐0.91 0.37 0.38 ‐3.33 ‐0.94 0.39 0.37 ‐3.15 ‐1.00 0.40 0.23 ‐3.28 ‐1.70 0.56 ‐0.03 ‐4.49

46 ‐0.79 0.31 0.13 ‐2.82 0.00 0.00 0.00 0.00 ‐0.83 0.33 0.18 ‐2.98 0.00 0.00 0.00 0.00

47 ‐0.61 0.24 0.16 ‐2.36 ‐0.60 0.25 0.27 ‐2.03 ‐0.57 0.25 0.26 ‐2.18 ‐0.92 0.39 0.15 ‐2.88

48 ‐0.37 0.16 0.19 ‐1.38 ‐0.39 0.17 0.22 ‐1.57 ‐0.38 0.18 0.17 ‐1.53 ‐0.57 0.26 0.17 ‐2.22

49 ‐1.98 1.09 1.11 ‐8.34 ‐2.29 1.13 0.80 ‐8.62 ‐1.91 1.00 2.66 ‐8.48 ‐2.01 0.67 0.42 ‐5.96

50 ‐1.54 0.76 0.48 ‐5.34 ‐1.70 0.80 0.29 ‐5.72 ‐1.58 0.70 0.47 ‐5.43 ‐1.98 0.64 0.05 ‐5.91

51 ‐1.21 0.54 0.53 ‐4.36 ‐1.26 0.58 0.29 ‐4.45 ‐1.12 0.49 0.78 ‐3.67 ‐1.84 0.57 ‐0.05 ‐4.61

52 ‐1.04 0.44 0.33 ‐3.73 ‐1.05 0.46 0.25 ‐3.45 ‐1.00 0.41 0.36 ‐3.53 ‐1.77 0.54 ‐0.04 ‐4.73

53 ‐0.89 0.38 0.36 ‐3.58 ‐0.89 0.39 0.25 ‐3.15 ‐0.88 0.37 0.32 ‐3.03 ‐1.66 0.52 ‐0.06 ‐4.34

54 ‐0.77 0.32 0.24 ‐2.97 ‐0.81 0.35 0.36 ‐3.14 ‐0.80 0.33 0.27 ‐2.62 ‐1.45 0.49 ‐0.09 ‐3.95

55 ‐0.57 0.25 0.26 ‐2.10 ‐0.59 0.26 0.28 ‐2.39 ‐0.62 0.27 0.34 ‐2.20 ‐1.03 0.37 ‐0.02 ‐3.01

56 ‐0.33 0.15 0.21 ‐1.39 ‐0.34 0.17 0.19 ‐1.75 ‐0.26 0.14 0.30 ‐1.47 ‐0.51 0.22 0.21 ‐1.74

57 ‐1.92 0.93 0.86 ‐7.13 ‐2.03 0.92 1.29 ‐6.74 ‐1.55 0.90 1.93 ‐7.10 ‐1.75 0.61 0.27 ‐6.22

58 ‐1.60 0.78 0.44 ‐5.97 ‐1.60 0.77 0.28 ‐5.51 ‐1.20 0.67 0.68 ‐5.62 ‐1.68 0.57 0.33 ‐5.44

59 ‐1.25 0.58 0.42 ‐4.56 ‐1.28 0.59 0.50 ‐4.61 ‐1.01 0.50 0.45 ‐3.91 ‐1.69 0.55 0.07 ‐5.24

60 ‐1.05 0.47 0.30 ‐3.75 ‐1.07 0.47 0.27 ‐3.54 ‐0.88 0.40 0.48 ‐3.75 ‐1.67 0.52 0.02 ‐4.43

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.77 0.33 0.24 ‐2.84 ‐0.74 0.33 0.33 ‐2.83 ‐0.63 0.29 0.42 ‐2.45 ‐1.38 0.44 0.01 ‐3.81

63 ‐0.58 0.26 0.22 ‐2.06 ‐0.54 0.25 0.36 ‐2.46 ‐0.42 0.24 0.52 ‐1.87 ‐1.03 0.36 0.16 ‐2.93

64 ‐0.35 0.16 0.15 ‐1.75 ‐0.36 0.16 0.27 ‐1.57 ‐0.32 0.16 0.31 ‐1.48 ‐0.69 0.26 0.13 ‐2.39

Table C22 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 210o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐2.70 1.17 0.02 ‐9.74 ‐2.54 1.33 0.44 ‐10.82 ‐2.27 1.14 0.04 ‐9.71 ‐2.49 1.73 0.80 ‐12.95

2 ‐2.29 0.83 0.17 ‐6.07 ‐1.61 0.55 ‐0.02 ‐4.96 ‐1.96 0.74 ‐0.01 ‐5.88 ‐1.38 0.44 ‐0.16 ‐4.06

3 ‐2.45 0.85 ‐0.07 ‐6.58 ‐1.66 0.63 0.17 ‐4.81 ‐1.77 0.70 0.02 ‐5.39 ‐1.56 0.55 0.03 ‐4.62

4 ‐1.99 0.66 0.00 ‐5.28 ‐1.57 0.60 0.13 ‐4.64 ‐1.45 0.56 0.21 ‐4.41 ‐1.62 0.58 ‐0.08 ‐4.53

5 ‐1.68 0.55 0.09 ‐4.56 ‐1.32 0.50 0.33 ‐4.02 ‐1.30 0.51 0.21 ‐4.40 ‐1.39 0.49 ‐0.03 ‐4.27

6 ‐1.46 0.54 0.17 ‐4.69 ‐1.15 0.47 0.36 ‐3.86 ‐1.11 0.50 0.21 ‐4.31 ‐1.19 0.45 0.10 ‐4.64

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.73 0.34 0.21 ‐3.08 ‐0.54 0.28 0.38 ‐2.78 ‐0.59 0.35 0.36 ‐3.14 ‐0.51 0.23 0.20 ‐2.17

9 ‐2.47 1.09 0.61 ‐8.20 ‐2.29 1.09 0.22 ‐7.26 ‐2.56 1.20 0.14 ‐8.42 ‐3.63 1.20 0.19 ‐9.54

10 ‐1.67 0.64 0.06 ‐5.23 ‐1.44 0.63 0.41 ‐4.95 ‐1.48 0.67 0.07 ‐5.84 ‐1.54 0.92 0.06 ‐7.08

11 ‐1.18 0.38 0.14 ‐3.39 ‐0.98 0.37 0.35 ‐3.49 ‐1.05 0.38 0.50 ‐3.21 ‐0.89 0.33 0.18 ‐3.61

12 ‐1.05 0.34 0.19 ‐3.05 ‐0.90 0.33 0.26 ‐2.82 ‐1.00 0.37 0.23 ‐2.89 ‐0.91 0.31 0.08 ‐2.47

13 ‐0.94 0.34 0.35 ‐2.68 ‐0.82 0.32 0.25 ‐2.79 ‐0.93 0.35 0.31 ‐2.85 ‐0.80 0.30 0.18 ‐2.47

14 ‐0.96 0.32 0.16 ‐2.72 ‐0.77 0.31 0.28 ‐2.45 ‐0.89 0.33 0.34 ‐2.58 ‐0.77 0.31 0.13 ‐2.54

15 ‐0.71 0.28 0.39 ‐2.02 ‐0.52 0.27 0.48 ‐2.07 ‐0.65 0.27 0.38 ‐2.29 ‐0.55 0.29 0.44 ‐2.13

16 ‐0.44 0.20 0.23 ‐1.62 ‐0.35 0.19 0.40 ‐1.75 ‐0.36 0.19 0.44 ‐1.68 ‐0.39 0.20 0.27 ‐1.73

17 ‐1.77 0.72 0.47 ‐5.40 ‐1.71 0.81 0.94 ‐6.09 ‐1.87 0.82 0.79 ‐5.58 ‐3.04 1.05 ‐0.16 ‐8.66

18 ‐1.70 0.62 0.20 ‐4.85 0.00 0.00 0.00 0.00 ‐1.68 0.70 0.15 ‐5.04 0.00 0.00 0.00 0.00

19 ‐1.21 0.41 0.02 ‐3.39 ‐1.09 0.41 0.08 ‐3.60 ‐1.08 0.44 0.07 ‐3.88 ‐1.20 0.57 ‐0.11 ‐4.88

20 ‐0.94 0.31 0.01 ‐2.78 ‐0.87 0.32 0.19 ‐2.96 ‐0.87 0.33 0.15 ‐2.82 ‐0.95 0.36 ‐0.01 ‐3.86

21 ‐0.72 0.25 0.16 ‐2.13 ‐0.70 0.27 0.22 ‐2.48 ‐0.70 0.30 0.36 ‐2.41 ‐0.77 0.30 0.14 ‐2.62

22 ‐0.64 0.23 0.15 ‐1.84 ‐0.62 0.26 0.37 ‐2.23 ‐0.65 0.28 0.30 ‐2.29 ‐0.71 0.29 0.15 ‐2.36

23 ‐0.54 0.22 0.22 ‐1.72 ‐0.52 0.25 0.39 ‐1.86 ‐0.52 0.26 0.34 ‐1.99 ‐0.61 0.27 0.21 ‐2.08

24 ‐0.35 0.16 0.20 ‐1.22 ‐0.33 0.18 0.28 ‐1.56 ‐0.32 0.20 0.45 ‐1.77 ‐0.38 0.19 0.26 ‐1.67

25 ‐1.54 0.66 0.51 ‐5.58 ‐1.51 0.72 0.98 ‐6.04 ‐1.65 0.73 0.61 ‐6.52 ‐2.54 0.86 0.19 ‐7.75

26 ‐1.54 0.58 0.25 ‐4.66 ‐1.46 0.62 0.32 ‐4.96 ‐1.66 0.68 0.28 ‐4.92 ‐2.43 0.88 0.05 ‐6.94

27 ‐1.30 0.46 0.16 ‐3.63 ‐1.20 0.49 0.30 ‐4.37 ‐1.33 0.55 0.21 ‐4.43 ‐1.77 0.85 0.11 ‐5.94

28 ‐1.01 0.36 0.13 ‐3.10 ‐0.92 0.36 0.17 ‐3.20 ‐0.99 0.42 0.12 ‐3.43 ‐1.13 0.57 0.00 ‐4.90

29 ‐0.79 0.29 0.03 ‐2.56 ‐0.75 0.30 0.19 ‐2.60 ‐0.77 0.34 0.22 ‐2.92 ‐0.84 0.38 0.07 ‐3.94

30 ‐0.66 0.24 0.06 ‐2.10 ‐0.61 0.27 0.33 ‐2.49 ‐0.66 0.30 0.33 ‐2.55 ‐0.67 0.29 0.17 ‐2.75

31 ‐0.55 0.21 0.26 ‐1.85 ‐0.45 0.23 0.63 ‐1.77 ‐0.53 0.28 0.47 ‐2.05 ‐0.49 0.23 0.41 ‐1.86

32 ‐0.31 0.12 0.20 ‐0.96 ‐0.32 0.16 0.43 ‐1.53 ‐0.30 0.16 0.37 ‐1.36 ‐0.34 0.15 0.24 ‐1.34

33 ‐1.51 0.76 0.96 ‐6.42 ‐1.50 0.85 1.36 ‐7.83 ‐1.68 0.83 1.06 ‐6.93 ‐2.33 0.80 0.13 ‐6.41

34 ‐1.44 0.59 0.32 ‐4.82 ‐1.38 0.62 0.61 ‐5.55 ‐1.58 0.70 0.27 ‐5.30 ‐2.39 0.79 ‐0.18 ‐7.06

35 ‐1.23 0.43 0.14 ‐3.74 ‐1.13 0.44 0.36 ‐4.16 ‐1.31 0.52 0.18 ‐4.05 ‐1.80 0.68 ‐0.06 ‐4.93

36 ‐1.03 0.36 0.10 ‐3.06 ‐1.03 0.39 0.10 ‐3.28 ‐1.10 0.44 0.24 ‐3.52 ‐1.53 0.66 ‐0.17 ‐4.82

37 ‐0.88 0.32 0.14 ‐2.63 ‐0.82 0.34 0.11 ‐2.90 ‐0.94 0.40 0.18 ‐3.08 ‐1.03 0.55 0.13 ‐4.32

38 ‐0.68 0.27 0.13 ‐2.27 ‐0.64 0.28 0.27 ‐2.47 ‐0.73 0.34 0.24 ‐2.68 ‐0.71 0.35 0.26 ‐3.18

39 ‐0.50 0.19 0.11 ‐1.73 ‐0.47 0.21 0.35 ‐1.79 ‐0.54 0.25 0.26 ‐2.10 ‐0.54 0.23 0.16 ‐2.21

40 ‐0.32 0.13 0.16 ‐1.28 ‐0.28 0.15 0.35 ‐1.22 ‐0.33 0.18 0.32 ‐1.46 ‐0.28 0.13 0.22 ‐1.21

41 ‐1.45 0.74 1.20 ‐6.06 ‐1.50 0.81 1.22 ‐6.62 ‐1.56 0.75 1.22 ‐6.55 ‐2.06 0.70 0.04 ‐6.21

42 ‐1.33 0.58 0.38 ‐4.71 ‐1.31 0.62 0.47 ‐5.44 ‐1.42 0.65 0.60 ‐4.92 ‐2.06 0.69 ‐0.11 ‐5.49

43 ‐1.19 0.46 0.37 ‐3.85 ‐1.13 0.48 0.47 ‐4.16 ‐1.29 0.55 0.53 ‐4.41 ‐1.99 0.68 ‐0.02 ‐5.73

44 ‐1.01 0.37 0.18 ‐3.46 ‐1.01 0.40 0.18 ‐3.80 ‐1.11 0.45 0.28 ‐3.52 ‐1.67 0.66 ‐0.12 ‐4.83

45 ‐0.93 0.35 0.21 ‐3.30 ‐0.89 0.34 0.14 ‐2.93 ‐1.03 0.42 0.23 ‐3.37 ‐1.32 0.61 ‐0.04 ‐4.67

46 ‐0.73 0.28 0.23 ‐2.16 0.00 0.00 0.00 0.00 ‐0.80 0.34 0.17 ‐2.72 0.00 0.00 0.00 0.00

47 ‐0.52 0.23 0.21 ‐1.82 ‐0.51 0.23 0.35 ‐1.71 ‐0.56 0.27 0.51 ‐2.32 ‐0.55 0.30 0.38 ‐2.54

48 ‐0.34 0.14 0.13 ‐1.31 ‐0.33 0.15 0.20 ‐1.41 ‐0.36 0.18 0.21 ‐1.49 ‐0.35 0.17 0.19 ‐1.59

49 ‐1.54 0.89 0.73 ‐7.43 ‐1.61 0.94 0.85 ‐8.18 ‐1.65 0.82 1.93 ‐6.88 ‐1.99 0.69 0.10 ‐6.18

50 ‐1.33 0.63 0.25 ‐5.15 ‐1.34 0.67 0.42 ‐5.02 ‐1.50 0.69 0.23 ‐5.34 ‐2.05 0.68 ‐0.02 ‐5.80

51 ‐1.10 0.45 0.26 ‐3.72 ‐1.09 0.47 0.36 ‐4.09 ‐1.15 0.51 0.47 ‐4.02 ‐1.87 0.60 ‐0.04 ‐4.96

52 ‐0.97 0.37 0.25 ‐3.31 ‐0.95 0.39 0.25 ‐3.43 ‐1.05 0.43 0.36 ‐3.40 ‐1.69 0.58 ‐0.09 ‐4.65

53 ‐0.85 0.33 0.30 ‐2.97 ‐0.84 0.34 0.27 ‐3.30 ‐0.94 0.39 0.30 ‐3.36 ‐1.37 0.58 0.26 ‐4.51

54 ‐0.72 0.29 0.29 ‐2.64 ‐0.73 0.31 0.24 ‐2.83 ‐0.81 0.35 0.29 ‐2.95 ‐1.04 0.51 0.11 ‐4.03

55 ‐0.52 0.22 0.24 ‐1.93 ‐0.52 0.23 0.20 ‐2.12 ‐0.58 0.26 0.23 ‐2.24 ‐0.71 0.33 0.13 ‐2.95

56 ‐0.26 0.12 0.27 ‐1.04 ‐0.28 0.14 0.22 ‐1.37 ‐0.27 0.14 0.21 ‐1.26 ‐0.32 0.17 0.21 ‐1.52

57 ‐1.43 0.79 0.87 ‐6.10 ‐1.49 0.82 1.17 ‐6.12 ‐1.30 0.69 1.71 ‐7.03 ‐1.69 0.59 0.30 ‐5.91

58 ‐1.22 0.61 0.42 ‐4.97 ‐1.21 0.62 0.48 ‐5.10 ‐1.12 0.58 0.64 ‐5.16 ‐1.69 0.57 0.03 ‐5.00

59 ‐1.04 0.46 0.33 ‐3.82 ‐1.05 0.47 0.40 ‐4.13 ‐1.02 0.49 0.56 ‐3.64 ‐1.73 0.56 0.24 ‐4.62

60 ‐0.90 0.37 0.27 ‐3.07 ‐0.92 0.39 0.27 ‐3.33 ‐0.95 0.42 0.39 ‐3.21 ‐1.65 0.54 ‐0.11 ‐4.45

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.67 0.28 0.19 ‐2.27 ‐0.68 0.29 0.31 ‐2.73 ‐0.72 0.31 0.32 ‐2.68 ‐1.13 0.47 0.13 ‐3.55

63 ‐0.49 0.22 0.25 ‐1.90 ‐0.50 0.22 0.30 ‐2.25 ‐0.50 0.25 0.40 ‐1.84 ‐0.76 0.38 0.28 ‐2.80

64 ‐0.31 0.14 0.11 ‐1.31 ‐0.34 0.15 0.16 ‐1.47 ‐0.34 0.17 0.17 ‐1.59 ‐0.50 0.24 0.14 ‐1.96

Table C23 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 220o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐2.20 0.88 ‐0.20 ‐8.98 ‐2.04 1.11 0.09 ‐9.94 ‐1.89 0.89 0.04 ‐9.90 ‐1.55 1.09 0.30 ‐11.30

2 ‐2.70 0.82 ‐0.43 ‐6.67 ‐1.78 0.54 0.00 ‐4.54 ‐2.24 0.78 ‐0.07 ‐6.23 ‐1.29 0.44 0.04 ‐3.88

3 ‐2.66 0.77 ‐0.55 ‐6.56 ‐1.95 0.62 0.13 ‐4.98 ‐2.01 0.71 0.01 ‐5.81 ‐1.62 0.59 0.31 ‐4.36

4 ‐2.14 0.59 ‐0.28 ‐5.24 ‐1.80 0.57 0.26 ‐4.69 ‐1.66 0.55 0.10 ‐4.70 ‐1.56 0.57 0.22 ‐4.33

5 ‐1.86 0.52 ‐0.28 ‐4.60 ‐1.56 0.49 0.23 ‐4.04 ‐1.50 0.52 0.08 ‐4.16 ‐1.36 0.48 0.42 ‐3.81

6 ‐1.67 0.54 ‐0.10 ‐4.61 ‐1.40 0.47 0.16 ‐3.97 ‐1.36 0.52 0.18 ‐4.48 ‐1.20 0.44 0.28 ‐3.84

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.77 0.34 0.11 ‐3.04 ‐0.66 0.29 0.22 ‐2.54 ‐0.74 0.38 0.24 ‐3.30 ‐0.52 0.24 0.17 ‐1.99

9 ‐3.30 1.16 ‐0.47 ‐8.73 ‐2.93 1.09 ‐0.04 ‐8.52 ‐3.10 1.19 0.16 ‐8.45 ‐3.05 1.17 0.80 ‐8.52

10 ‐1.43 0.56 ‐0.12 ‐5.25 ‐1.23 0.55 0.20 ‐4.64 ‐1.26 0.57 0.14 ‐5.55 ‐0.94 0.58 0.26 ‐5.81

11 ‐1.14 0.35 0.01 ‐2.98 ‐0.97 0.32 0.22 ‐2.77 ‐1.04 0.37 0.24 ‐3.16 ‐0.72 0.28 0.31 ‐2.48

12 ‐1.09 0.34 ‐0.01 ‐2.87 ‐0.96 0.32 0.16 ‐2.54 ‐1.04 0.37 0.23 ‐3.23 ‐0.76 0.29 0.11 ‐2.19

13 ‐1.01 0.34 ‐0.01 ‐2.75 ‐0.90 0.31 0.18 ‐2.36 ‐0.98 0.35 0.24 ‐3.42 ‐0.69 0.28 0.14 ‐2.20

14 ‐1.01 0.33 ‐0.07 ‐2.52 ‐0.83 0.30 0.19 ‐2.43 ‐0.92 0.33 0.24 ‐2.66 ‐0.66 0.29 0.25 ‐2.29

15 ‐0.70 0.30 0.24 ‐2.12 ‐0.50 0.27 0.81 ‐1.97 ‐0.64 0.28 0.57 ‐2.31 ‐0.42 0.27 0.67 ‐1.88

16 ‐0.43 0.20 0.20 ‐1.82 ‐0.40 0.19 0.41 ‐1.46 ‐0.39 0.20 0.43 ‐1.58 ‐0.36 0.18 0.30 ‐1.71

17 ‐2.13 0.76 ‐0.11 ‐6.22 ‐2.06 0.81 0.08 ‐7.05 ‐2.10 0.80 0.27 ‐5.86 ‐2.48 0.98 0.29 ‐7.45

18 ‐1.65 0.67 ‐0.07 ‐5.77 0.00 0.00 0.00 0.00 ‐1.54 0.72 0.03 ‐5.26 0.00 0.00 0.00 0.00

19 ‐1.05 0.34 ‐0.09 ‐3.25 ‐1.03 0.34 ‐0.06 ‐3.13 ‐0.92 0.36 0.10 ‐3.58 ‐0.86 0.35 0.05 ‐4.05

20 ‐0.88 0.26 ‐0.12 ‐2.32 ‐0.86 0.28 0.06 ‐2.44 ‐0.79 0.29 0.18 ‐2.66 ‐0.76 0.28 0.05 ‐2.63

21 ‐0.69 0.23 0.00 ‐1.78 ‐0.70 0.25 0.15 ‐2.14 ‐0.66 0.27 0.38 ‐2.06 ‐0.62 0.25 0.14 ‐1.90

22 ‐0.67 0.23 0.02 ‐1.90 ‐0.67 0.25 0.13 ‐2.06 ‐0.66 0.27 0.21 ‐2.18 ‐0.60 0.25 0.23 ‐1.95

23 ‐0.61 0.22 0.17 ‐1.84 ‐0.58 0.24 0.31 ‐1.89 ‐0.56 0.25 0.31 ‐2.08 ‐0.55 0.24 0.20 ‐1.96

24 ‐0.35 0.16 0.18 ‐1.29 ‐0.32 0.17 0.25 ‐1.39 ‐0.29 0.18 0.39 ‐1.46 ‐0.30 0.17 0.23 ‐1.51

25 ‐1.68 0.61 ‐0.05 ‐5.63 ‐1.73 0.72 0.19 ‐6.34 ‐1.67 0.65 0.28 ‐4.94 ‐2.21 0.82 0.00 ‐7.13

26 ‐1.74 0.63 ‐0.04 ‐5.37 ‐1.63 0.67 0.17 ‐5.37 ‐1.71 0.69 0.23 ‐5.46 ‐1.79 0.90 0.35 ‐6.44

27 ‐1.20 0.49 0.12 ‐4.43 ‐1.09 0.48 0.12 ‐4.31 ‐1.11 0.56 0.29 ‐4.04 ‐1.07 0.65 0.18 ‐5.70

28 ‐0.89 0.31 ‐0.02 ‐2.77 ‐0.80 0.31 0.05 ‐2.83 ‐0.78 0.35 0.24 ‐3.08 ‐0.73 0.34 0.13 ‐3.48

29 ‐0.70 0.23 ‐0.03 ‐2.06 ‐0.65 0.25 0.15 ‐2.18 ‐0.60 0.27 0.23 ‐2.25 ‐0.60 0.25 0.18 ‐2.56

30 ‐0.61 0.20 0.01 ‐1.62 ‐0.52 0.23 0.35 ‐1.63 ‐0.52 0.25 0.34 ‐1.92 ‐0.48 0.24 0.24 ‐1.83

31 ‐0.51 0.21 0.25 ‐1.52 ‐0.37 0.22 0.63 ‐1.86 ‐0.40 0.26 0.62 ‐2.02 ‐0.34 0.23 0.59 ‐1.42

32 ‐0.34 0.13 0.18 ‐1.03 ‐0.32 0.15 0.28 ‐1.30 ‐0.27 0.16 0.35 ‐1.28 ‐0.29 0.15 0.32 ‐1.28

33 ‐1.42 0.58 0.26 ‐5.02 ‐1.44 0.65 0.51 ‐5.96 ‐1.47 0.67 0.65 ‐5.15 ‐1.97 0.76 0.34 ‐6.39

34 ‐1.57 0.57 ‐0.03 ‐4.97 ‐1.55 0.63 0.23 ‐5.40 ‐1.59 0.64 0.17 ‐4.76 ‐2.04 0.78 ‐0.20 ‐5.65

35 ‐1.24 0.44 ‐0.09 ‐4.00 ‐1.09 0.44 0.12 ‐3.66 ‐1.21 0.51 0.07 ‐4.10 ‐1.20 0.61 0.11 ‐4.65

36 ‐0.95 0.36 ‐0.08 ‐3.06 ‐0.95 0.36 0.03 ‐3.39 ‐0.91 0.42 0.11 ‐3.14 ‐1.00 0.47 ‐0.04 ‐4.41

37 ‐0.75 0.28 0.02 ‐2.49 ‐0.66 0.29 0.09 ‐2.76 ‐0.72 0.33 0.13 ‐2.72 ‐0.62 0.31 0.12 ‐3.39

38 ‐0.58 0.21 0.07 ‐1.87 ‐0.53 0.22 0.19 ‐1.96 ‐0.55 0.25 0.26 ‐2.18 ‐0.49 0.22 0.17 ‐2.08

39 ‐0.50 0.16 0.00 ‐1.36 ‐0.43 0.18 0.24 ‐1.57 ‐0.46 0.21 0.27 ‐1.65 ‐0.43 0.19 0.19 ‐1.45

40 ‐0.32 0.11 0.01 ‐0.87 ‐0.24 0.13 0.28 ‐1.18 ‐0.28 0.15 0.26 ‐1.20 ‐0.22 0.12 0.25 ‐1.03

41 ‐1.31 0.55 0.33 ‐4.81 ‐1.35 0.61 0.64 ‐5.28 ‐1.35 0.61 0.61 ‐4.74 ‐1.79 0.67 0.23 ‐6.09

42 ‐1.39 0.51 0.07 ‐4.48 ‐1.40 0.56 0.29 ‐4.36 ‐1.39 0.58 0.35 ‐4.61 ‐1.80 0.69 ‐0.08 ‐5.37

43 ‐1.30 0.47 0.08 ‐4.09 ‐1.23 0.48 0.20 ‐4.02 ‐1.32 0.54 0.17 ‐4.17 ‐1.53 0.68 0.12 ‐4.93

44 ‐1.00 0.38 0.04 ‐3.45 ‐0.98 0.38 0.06 ‐3.64 ‐0.99 0.44 0.15 ‐3.58 ‐1.10 0.55 ‐0.01 ‐4.65

45 ‐0.89 0.35 0.02 ‐3.27 ‐0.80 0.32 0.03 ‐2.78 ‐0.88 0.39 0.08 ‐3.24 ‐0.81 0.42 0.05 ‐4.09

46 ‐0.63 0.25 ‐0.01 ‐2.13 0.00 0.00 0.00 0.00 ‐0.62 0.29 0.19 ‐2.54 0.00 0.00 0.00 0.00

47 ‐0.42 0.19 0.48 ‐1.65 ‐0.38 0.21 0.68 ‐1.57 ‐0.39 0.24 0.59 ‐1.59 ‐0.34 0.20 0.55 ‐1.72

48 ‐0.31 0.12 0.11 ‐1.02 ‐0.29 0.13 0.21 ‐1.18 ‐0.29 0.15 0.30 ‐1.16 ‐0.27 0.13 0.22 ‐0.99

49 ‐1.28 0.63 0.56 ‐5.12 ‐1.33 0.68 0.86 ‐6.67 ‐1.33 0.66 0.57 ‐5.69 ‐1.78 0.65 ‐0.03 ‐6.01

50 ‐1.32 0.53 0.12 ‐4.47 ‐1.32 0.57 0.40 ‐4.90 ‐1.38 0.59 0.29 ‐4.66 ‐1.87 0.67 ‐0.10 ‐5.54

51 ‐1.15 0.42 0.24 ‐3.56 ‐1.15 0.44 0.23 ‐3.65 ‐1.16 0.48 0.35 ‐3.87 ‐1.55 0.59 ‐0.17 ‐4.45

52 ‐1.00 0.36 0.12 ‐3.16 ‐0.97 0.37 0.20 ‐3.30 ‐1.01 0.42 0.19 ‐3.37 ‐1.22 0.54 ‐0.01 ‐4.13

53 ‐0.79 0.33 0.19 ‐2.96 ‐0.75 0.33 0.17 ‐3.14 ‐0.80 0.38 0.20 ‐3.21 ‐0.83 0.46 0.08 ‐3.89

54 ‐0.64 0.27 0.09 ‐2.45 ‐0.60 0.27 0.25 ‐2.43 ‐0.64 0.32 0.21 ‐2.62 ‐0.60 0.33 0.13 ‐3.16

55 ‐0.46 0.18 0.12 ‐1.65 ‐0.45 0.18 0.20 ‐1.56 ‐0.46 0.21 0.25 ‐1.84 ‐0.47 0.20 0.08 ‐2.12

56 ‐0.23 0.09 0.13 ‐0.86 ‐0.22 0.11 0.24 ‐1.02 ‐0.21 0.12 0.27 ‐1.35 ‐0.22 0.11 0.15 ‐0.95

57 ‐1.18 0.56 0.73 ‐4.87 ‐1.20 0.59 0.94 ‐5.88 ‐1.13 0.55 0.78 ‐4.83 ‐1.48 0.54 0.62 ‐4.80

58 ‐1.15 0.49 0.44 ‐4.17 ‐1.15 0.50 0.42 ‐4.28 ‐1.13 0.52 0.38 ‐4.44 ‐1.53 0.56 0.22 ‐4.73

59 ‐1.08 0.41 0.17 ‐3.53 ‐1.10 0.42 0.27 ‐3.53 ‐1.10 0.46 0.29 ‐3.87 ‐1.50 0.56 0.01 ‐4.37

60 ‐0.94 0.36 0.21 ‐3.19 ‐0.95 0.36 0.27 ‐3.21 ‐0.98 0.41 0.24 ‐3.60 ‐1.26 0.53 ‐0.04 ‐3.97

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.62 0.26 0.16 ‐2.26 ‐0.61 0.27 0.19 ‐2.38 ‐0.65 0.30 0.19 ‐2.83 ‐0.67 0.36 0.10 ‐3.08

63 ‐0.43 0.21 0.43 ‐1.80 ‐0.40 0.22 0.45 ‐1.74 ‐0.42 0.24 0.40 ‐2.02 ‐0.41 0.25 0.30 ‐2.13

64 ‐0.28 0.12 0.14 ‐1.09 ‐0.30 0.13 0.21 ‐1.17 ‐0.28 0.15 0.26 ‐1.39 ‐0.32 0.14 0.14 ‐1.56

Table C24 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 230o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.62 0.62 ‐0.25 ‐9.57 ‐1.45 0.76 0.26 ‐9.07 ‐1.45 0.64 0.23 ‐7.60 ‐1.02 0.63 0.34 ‐7.83

2 ‐2.55 0.81 ‐0.25 ‐6.56 ‐1.71 0.57 0.20 ‐4.49 ‐2.27 0.84 0.24 ‐7.25 ‐1.18 0.46 0.57 ‐3.62

3 ‐2.33 0.73 ‐0.14 ‐6.05 ‐1.93 0.64 0.14 ‐5.32 ‐2.02 0.72 0.24 ‐5.86 ‐1.49 0.64 0.62 ‐5.03

4 ‐1.93 0.55 ‐0.14 ‐4.85 ‐1.79 0.58 0.36 ‐5.45 ‐1.69 0.57 0.18 ‐4.80 ‐1.35 0.58 0.60 ‐4.24

5 ‐1.75 0.52 ‐0.04 ‐4.47 ‐1.57 0.51 0.28 ‐4.16 ‐1.55 0.54 0.32 ‐4.54 ‐1.22 0.50 0.61 ‐3.88

6 ‐1.57 0.58 0.11 ‐4.74 ‐1.46 0.48 0.12 ‐4.46 ‐1.48 0.55 0.10 ‐5.01 ‐1.13 0.46 0.66 ‐3.62

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.67 0.35 0.29 ‐2.80 ‐0.63 0.29 0.09 ‐2.46 ‐0.81 0.37 0.29 ‐3.16 ‐0.48 0.23 0.13 ‐2.06

9 ‐3.05 1.05 0.03 ‐8.22 ‐2.72 1.06 0.27 ‐7.91 ‐2.71 1.15 0.76 ‐8.15 ‐2.09 1.08 0.81 ‐7.75

10 ‐1.03 0.42 0.27 ‐5.18 ‐0.88 0.44 0.76 ‐4.36 ‐0.90 0.43 0.48 ‐4.82 ‐0.57 0.39 0.82 ‐4.13

11 ‐0.93 0.35 0.32 ‐3.12 ‐0.83 0.32 0.36 ‐2.43 ‐0.84 0.37 0.54 ‐2.87 ‐0.54 0.27 0.49 ‐2.14

12 ‐0.95 0.34 ‐0.03 ‐2.70 ‐0.87 0.31 0.03 ‐2.46 ‐0.89 0.37 0.31 ‐2.76 ‐0.61 0.27 0.17 ‐2.07

13 ‐0.90 0.34 0.08 ‐2.79 ‐0.82 0.31 0.09 ‐2.61 ‐0.85 0.35 0.32 ‐2.51 ‐0.57 0.26 0.19 ‐2.11

14 ‐0.84 0.34 0.09 ‐2.44 ‐0.74 0.30 0.20 ‐2.44 ‐0.79 0.33 0.39 ‐2.48 ‐0.52 0.27 0.29 ‐2.02

15 ‐0.53 0.30 0.49 ‐2.07 ‐0.40 0.28 0.86 ‐1.73 ‐0.51 0.30 0.80 ‐2.06 ‐0.29 0.25 0.76 ‐1.86

16 ‐0.37 0.19 0.24 ‐1.76 ‐0.38 0.18 0.29 ‐1.57 ‐0.37 0.20 0.43 ‐1.86 ‐0.30 0.17 0.37 ‐1.50

17 ‐2.06 0.67 ‐0.06 ‐5.18 ‐2.00 0.73 0.14 ‐5.98 ‐1.89 0.73 0.41 ‐5.42 ‐1.66 0.81 0.69 ‐6.39

18 ‐1.16 0.57 ‐0.03 ‐4.86 0.00 0.00 0.00 0.00 ‐1.05 0.58 0.12 ‐4.70 0.00 0.00 0.00 0.00

19 ‐0.83 0.26 ‐0.05 ‐2.76 ‐0.90 0.28 ‐0.08 ‐3.00 ‐0.72 0.28 0.25 ‐3.04 ‐0.66 0.26 0.14 ‐2.82

20 ‐0.73 0.23 0.05 ‐2.19 ‐0.78 0.26 ‐0.03 ‐2.23 ‐0.64 0.26 0.32 ‐2.02 ‐0.58 0.24 0.11 ‐1.90

21 ‐0.61 0.22 0.07 ‐1.95 ‐0.65 0.23 0.09 ‐1.99 ‐0.53 0.25 0.30 ‐1.98 ‐0.47 0.22 0.22 ‐1.59

22 ‐0.66 0.21 0.10 ‐2.01 ‐0.67 0.23 0.11 ‐2.20 ‐0.59 0.25 0.28 ‐1.98 ‐0.50 0.21 0.21 ‐1.92

23 ‐0.61 0.20 0.04 ‐1.85 ‐0.59 0.22 0.11 ‐1.86 ‐0.54 0.23 0.16 ‐2.01 ‐0.48 0.21 0.12 ‐1.78

24 ‐0.31 0.14 0.22 ‐1.13 ‐0.28 0.15 0.19 ‐1.27 ‐0.23 0.16 0.38 ‐1.18 ‐0.24 0.14 0.14 ‐1.11

25 ‐1.67 0.56 ‐0.19 ‐4.98 ‐1.80 0.66 ‐0.05 ‐5.96 ‐1.49 0.58 0.24 ‐4.60 ‐1.62 0.71 0.60 ‐5.43

26 ‐1.45 0.69 0.48 ‐4.75 ‐1.33 0.70 0.37 ‐4.85 ‐1.26 0.71 0.65 ‐4.55 ‐1.03 0.74 0.61 ‐5.36

27 ‐0.84 0.39 0.30 ‐3.57 ‐0.80 0.40 0.18 ‐3.46 ‐0.69 0.42 0.53 ‐3.60 ‐0.63 0.40 0.33 ‐4.01

28 ‐0.71 0.23 ‐0.02 ‐2.57 ‐0.65 0.24 0.05 ‐2.28 ‐0.54 0.25 0.23 ‐2.50 ‐0.52 0.23 0.21 ‐2.55

29 ‐0.60 0.20 0.08 ‐1.80 ‐0.55 0.21 0.14 ‐1.76 ‐0.43 0.22 0.37 ‐1.83 ‐0.43 0.21 0.27 ‐1.73

30 ‐0.53 0.18 0.10 ‐1.55 ‐0.43 0.20 0.29 ‐1.56 ‐0.37 0.22 0.45 ‐1.51 ‐0.32 0.20 0.37 ‐1.50

31 ‐0.41 0.21 0.43 ‐1.53 ‐0.27 0.21 0.76 ‐1.28 ‐0.23 0.24 0.90 ‐1.58 ‐0.20 0.21 0.79 ‐1.49

32 ‐0.32 0.12 0.22 ‐1.07 ‐0.30 0.14 0.26 ‐1.28 ‐0.22 0.15 0.41 ‐1.07 ‐0.25 0.14 0.30 ‐1.13

33 ‐1.34 0.52 0.05 ‐4.58 ‐1.37 0.55 0.02 ‐4.92 ‐1.25 0.55 0.27 ‐5.53 ‐1.41 0.64 0.78 ‐5.82

34 ‐1.46 0.58 ‐0.04 ‐4.68 ‐1.45 0.62 ‐0.01 ‐4.69 ‐1.35 0.62 0.17 ‐4.72 ‐1.40 0.70 0.18 ‐5.30

35 ‐0.94 0.40 ‐0.06 ‐3.52 ‐0.82 0.40 0.07 ‐3.25 ‐0.83 0.43 0.14 ‐3.39 ‐0.70 0.42 0.15 ‐3.75

36 ‐0.70 0.28 0.00 ‐2.59 ‐0.76 0.29 ‐0.04 ‐2.75 ‐0.59 0.30 0.20 ‐2.95 ‐0.67 0.30 0.03 ‐3.29

37 ‐0.60 0.21 0.01 ‐2.15 ‐0.52 0.21 0.10 ‐2.10 ‐0.50 0.23 0.19 ‐2.14 ‐0.42 0.20 0.23 ‐2.18

38 ‐0.52 0.17 0.07 ‐1.63 ‐0.47 0.18 0.13 ‐1.51 ‐0.42 0.20 0.30 ‐1.58 ‐0.37 0.18 0.25 ‐1.46

39 ‐0.50 0.15 0.05 ‐1.28 ‐0.43 0.15 0.14 ‐1.24 ‐0.42 0.18 0.19 ‐1.47 ‐0.36 0.16 0.21 ‐1.32

40 ‐0.31 0.10 0.01 ‐0.93 ‐0.21 0.11 0.26 ‐0.80 ‐0.23 0.12 0.22 ‐1.12 ‐0.17 0.11 0.24 ‐0.87

41 ‐1.21 0.48 ‐0.03 ‐4.70 ‐1.27 0.51 0.07 ‐5.13 ‐1.11 0.51 0.36 ‐5.06 ‐1.31 0.57 0.47 ‐4.94

42 ‐1.31 0.50 0.16 ‐3.96 ‐1.36 0.52 0.01 ‐4.71 ‐1.15 0.54 0.57 ‐4.31 ‐1.25 0.60 0.27 ‐4.54

43 ‐1.10 0.48 0.02 ‐3.70 ‐1.04 0.46 0.01 ‐3.94 ‐0.97 0.51 0.18 ‐4.00 ‐0.94 0.52 0.16 ‐4.33

44 ‐0.75 0.33 0.01 ‐3.09 ‐0.77 0.33 ‐0.04 ‐2.92 ‐0.64 0.35 0.20 ‐3.03 ‐0.67 0.35 0.10 ‐3.70

45 ‐0.68 0.26 ‐0.01 ‐2.56 ‐0.62 0.24 0.06 ‐2.46 ‐0.60 0.28 0.13 ‐2.68 ‐0.53 0.25 0.16 ‐2.82

46 ‐0.51 0.18 0.04 ‐1.85 0.00 0.00 0.00 0.00 ‐0.42 0.21 0.24 ‐1.74 0.00 0.00 0.00 0.00

47 ‐0.31 0.17 0.72 ‐1.30 ‐0.25 0.19 0.83 ‐1.22 ‐0.20 0.21 0.77 ‐1.44 ‐0.21 0.18 0.67 ‐1.12

48 ‐0.29 0.11 0.19 ‐0.90 ‐0.25 0.12 0.31 ‐0.92 ‐0.21 0.14 0.30 ‐1.03 ‐0.22 0.12 0.24 ‐1.01

49 ‐1.09 0.48 0.22 ‐4.43 ‐1.15 0.53 0.16 ‐5.76 ‐1.02 0.52 0.32 ‐3.90 ‐1.32 0.57 0.34 ‐5.00

50 ‐1.26 0.49 0.08 ‐3.91 ‐1.27 0.50 0.16 ‐4.54 ‐1.17 0.53 0.44 ‐4.54 ‐1.40 0.59 0.09 ‐4.98

51 ‐1.01 0.41 ‐0.02 ‐3.46 ‐1.03 0.41 0.07 ‐3.41 ‐0.88 0.44 0.22 ‐3.69 ‐1.01 0.48 0.06 ‐3.95

52 ‐0.82 0.33 0.00 ‐2.93 ‐0.79 0.34 0.03 ‐2.93 ‐0.70 0.34 0.14 ‐3.14 ‐0.75 0.38 0.05 ‐3.54

53 ‐0.58 0.27 0.16 ‐2.33 ‐0.55 0.27 0.23 ‐2.37 ‐0.50 0.29 0.23 ‐2.30 ‐0.48 0.27 0.22 ‐3.01

54 ‐0.49 0.20 0.09 ‐1.94 ‐0.46 0.20 0.15 ‐2.00 ‐0.42 0.22 0.19 ‐1.85 ‐0.39 0.20 0.29 ‐2.20

55 ‐0.41 0.14 0.10 ‐1.27 ‐0.41 0.14 0.14 ‐1.36 ‐0.37 0.16 0.26 ‐1.32 ‐0.38 0.15 0.13 ‐1.45

56 ‐0.21 0.08 0.06 ‐0.72 ‐0.19 0.09 0.21 ‐0.89 ‐0.16 0.10 0.27 ‐0.92 ‐0.18 0.09 0.17 ‐0.92

57 ‐1.04 0.44 0.19 ‐4.38 ‐1.07 0.47 0.53 ‐4.61 ‐0.92 0.45 0.54 ‐3.52 ‐1.08 0.47 0.35 ‐4.49

58 ‐1.12 0.43 0.12 ‐3.84 ‐1.11 0.45 0.20 ‐3.78 ‐0.99 0.46 0.35 ‐3.78 ‐1.09 0.50 0.30 ‐3.83

59 ‐1.04 0.39 0.03 ‐3.17 ‐1.04 0.39 0.15 ‐3.39 ‐0.91 0.43 0.28 ‐3.47 ‐0.98 0.47 0.19 ‐3.86

60 ‐0.82 0.35 0.05 ‐2.90 ‐0.80 0.35 0.16 ‐2.71 ‐0.72 0.37 0.14 ‐2.88 ‐0.75 0.39 0.12 ‐3.37

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.46 0.22 0.14 ‐1.88 ‐0.44 0.22 0.23 ‐1.87 ‐0.40 0.24 0.29 ‐2.00 ‐0.40 0.21 0.27 ‐2.50

63 ‐0.30 0.17 0.38 ‐1.59 ‐0.26 0.19 0.53 ‐1.28 ‐0.22 0.20 0.61 ‐1.36 ‐0.24 0.16 0.52 ‐1.49

64 ‐0.23 0.10 0.16 ‐0.82 ‐0.26 0.12 0.19 ‐0.91 ‐0.19 0.12 0.28 ‐1.03 ‐0.25 0.11 0.14 ‐1.34

Table C25 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 240o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.07 0.51 0.32 ‐5.78 ‐0.92 0.49 0.59 ‐8.61 ‐1.03 0.57 0.46 ‐7.66 ‐0.65 0.41 0.93 ‐5.65

2 ‐2.10 0.80 0.30 ‐6.67 ‐1.37 0.57 1.41 ‐4.80 ‐2.01 0.88 0.63 ‐6.42 ‐1.04 0.51 1.53 ‐4.14

3 ‐1.83 0.70 0.35 ‐5.67 ‐1.48 0.69 1.25 ‐5.15 ‐1.77 0.74 0.38 ‐6.04 ‐1.19 0.65 1.58 ‐5.23

4 ‐1.56 0.56 0.43 ‐4.41 ‐1.43 0.62 1.62 ‐5.04 ‐1.52 0.62 0.72 ‐4.88 ‐1.08 0.58 1.29 ‐4.63

5 ‐1.44 0.55 0.34 ‐4.27 ‐1.26 0.57 1.21 ‐4.05 ‐1.42 0.60 0.73 ‐4.34 ‐1.02 0.55 1.13 ‐4.24

6 ‐1.28 0.62 0.71 ‐4.86 ‐1.19 0.55 0.77 ‐3.89 ‐1.41 0.60 0.87 ‐4.77 ‐0.99 0.51 1.06 ‐3.64

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.38 0.34 0.69 ‐2.42 ‐0.44 0.27 0.14 ‐2.34 ‐0.71 0.38 0.28 ‐3.37 ‐0.40 0.24 0.28 ‐2.05

9 ‐1.90 1.09 0.43 ‐7.61 ‐1.59 0.99 0.85 ‐7.12 ‐1.74 1.12 0.85 ‐8.01 ‐1.15 0.89 0.96 ‐6.63

10 ‐0.58 0.37 0.70 ‐2.88 ‐0.42 0.39 1.18 ‐3.66 ‐0.53 0.40 0.91 ‐3.36 ‐0.26 0.33 1.18 ‐2.57

11 ‐0.58 0.33 0.52 ‐2.34 ‐0.51 0.30 0.50 ‐2.08 ‐0.54 0.36 0.62 ‐2.41 ‐0.36 0.25 0.47 ‐1.80

12 ‐0.65 0.32 0.20 ‐2.54 ‐0.60 0.29 0.31 ‐2.51 ‐0.64 0.35 0.40 ‐2.69 ‐0.46 0.25 0.25 ‐2.26

13 ‐0.61 0.31 0.31 ‐2.40 ‐0.57 0.28 0.30 ‐2.24 ‐0.60 0.35 0.45 ‐2.67 ‐0.43 0.25 0.27 ‐2.26

14 ‐0.52 0.31 0.36 ‐2.15 ‐0.48 0.27 0.34 ‐2.10 ‐0.52 0.34 0.55 ‐2.55 ‐0.36 0.25 0.40 ‐2.38

15 ‐0.26 0.28 0.88 ‐1.68 ‐0.19 0.25 0.93 ‐1.56 ‐0.29 0.31 1.02 ‐1.97 ‐0.14 0.27 1.15 ‐1.57

16 ‐0.24 0.17 0.47 ‐1.42 ‐0.28 0.17 0.38 ‐1.40 ‐0.27 0.20 0.38 ‐1.53 ‐0.24 0.17 0.35 ‐1.30

17 ‐1.44 0.67 0.46 ‐5.03 ‐1.34 0.65 0.67 ‐4.82 ‐1.32 0.71 0.60 ‐5.17 ‐0.98 0.64 0.94 ‐4.43

18 ‐0.70 0.36 0.23 ‐4.13 0.00 0.00 0.00 0.00 ‐0.66 0.40 0.32 ‐4.06 0.00 0.00 0.00 0.00

19 ‐0.56 0.23 0.16 ‐1.90 ‐0.66 0.24 0.06 ‐2.31 ‐0.50 0.25 0.37 ‐1.92 ‐0.50 0.23 0.16 ‐1.86

20 ‐0.50 0.22 0.20 ‐1.71 ‐0.56 0.22 0.09 ‐1.82 ‐0.44 0.24 0.35 ‐1.78 ‐0.43 0.22 0.14 ‐1.86

21 ‐0.43 0.20 0.28 ‐1.53 ‐0.48 0.20 0.17 ‐1.60 ‐0.37 0.23 0.38 ‐1.79 ‐0.35 0.19 0.25 ‐1.67

22 ‐0.51 0.20 0.16 ‐1.70 ‐0.54 0.20 0.15 ‐1.76 ‐0.45 0.23 0.27 ‐2.01 ‐0.41 0.20 0.19 ‐1.88

23 ‐0.50 0.18 0.07 ‐1.63 ‐0.50 0.19 0.06 ‐1.76 ‐0.46 0.21 0.13 ‐1.95 ‐0.42 0.19 0.11 ‐2.01

24 ‐0.21 0.11 0.16 ‐1.00 ‐0.21 0.11 0.14 ‐1.12 ‐0.16 0.13 0.26 ‐1.16 ‐0.19 0.11 0.17 ‐1.20

25 ‐1.23 0.52 0.23 ‐3.93 ‐1.36 0.58 0.42 ‐4.75 ‐1.07 0.53 0.35 ‐4.26 ‐1.00 0.58 0.76 ‐4.57

26 ‐0.78 0.58 0.61 ‐4.13 ‐0.68 0.54 0.72 ‐4.33 ‐0.65 0.58 0.81 ‐4.08 ‐0.42 0.45 0.88 ‐3.50

27 ‐0.51 0.25 0.29 ‐2.66 ‐0.49 0.26 0.32 ‐3.13 ‐0.39 0.29 0.50 ‐2.68 ‐0.35 0.23 0.38 ‐2.64

28 ‐0.49 0.20 0.23 ‐1.49 ‐0.45 0.20 0.20 ‐1.54 ‐0.35 0.22 0.40 ‐1.38 ‐0.34 0.20 0.28 ‐1.46

29 ‐0.41 0.18 0.18 ‐1.30 ‐0.38 0.18 0.23 ‐1.32 ‐0.27 0.20 0.44 ‐1.35 ‐0.29 0.18 0.26 ‐1.29

30 ‐0.37 0.18 0.26 ‐1.25 ‐0.27 0.18 0.38 ‐1.25 ‐0.22 0.19 0.39 ‐1.25 ‐0.19 0.18 0.41 ‐1.23

31 ‐0.23 0.21 0.71 ‐1.31 ‐0.12 0.19 0.89 ‐1.11 ‐0.08 0.21 0.89 ‐1.34 ‐0.09 0.19 0.86 ‐1.06

32 ‐0.24 0.13 0.25 ‐1.00 ‐0.25 0.12 0.25 ‐1.03 ‐0.16 0.14 0.39 ‐1.17 ‐0.21 0.12 0.26 ‐1.15

33 ‐1.02 0.47 0.39 ‐3.81 ‐1.03 0.46 0.51 ‐3.63 ‐0.90 0.48 0.35 ‐4.01 ‐0.83 0.49 0.71 ‐3.93

34 ‐0.97 0.55 0.16 ‐3.95 ‐0.96 0.53 0.14 ‐3.94 ‐0.91 0.55 0.28 ‐3.92 ‐0.78 0.50 0.28 ‐3.60

35 ‐0.58 0.28 0.09 ‐2.63 ‐0.48 0.26 0.18 ‐2.68 ‐0.51 0.30 0.18 ‐2.64 ‐0.38 0.23 0.21 ‐2.37

36 ‐0.46 0.20 0.18 ‐2.07 ‐0.54 0.21 0.07 ‐2.08 ‐0.37 0.21 0.26 ‐1.94 ‐0.47 0.22 0.07 ‐1.91

37 ‐0.44 0.18 0.16 ‐1.42 ‐0.37 0.17 0.22 ‐1.36 ‐0.35 0.19 0.27 ‐1.36 ‐0.29 0.16 0.26 ‐1.25

38 ‐0.41 0.16 0.12 ‐1.29 ‐0.36 0.16 0.34 ‐1.16 ‐0.32 0.17 0.31 ‐1.30 ‐0.27 0.16 0.25 ‐1.24

39 ‐0.45 0.15 0.05 ‐1.16 ‐0.38 0.14 0.18 ‐1.11 ‐0.38 0.16 0.16 ‐1.30 ‐0.31 0.14 0.19 ‐1.27

40 ‐0.26 0.10 0.06 ‐0.82 ‐0.16 0.09 0.18 ‐0.88 ‐0.19 0.11 0.19 ‐1.05 ‐0.13 0.09 0.23 ‐0.76

41 ‐0.93 0.41 0.28 ‐3.22 ‐0.99 0.42 0.26 ‐3.65 ‐0.79 0.44 0.49 ‐3.63 ‐0.78 0.44 0.48 ‐3.86

42 ‐0.88 0.49 0.52 ‐3.42 ‐0.91 0.48 0.45 ‐3.63 ‐0.71 0.49 0.62 ‐3.55 ‐0.67 0.44 0.37 ‐3.16

43 ‐0.65 0.37 0.24 ‐2.96 ‐0.64 0.33 0.15 ‐3.07 ‐0.57 0.38 0.35 ‐3.11 ‐0.49 0.30 0.17 ‐2.68

44 ‐0.47 0.22 0.12 ‐2.15 ‐0.52 0.20 0.07 ‐2.42 ‐0.39 0.23 0.19 ‐2.17 ‐0.41 0.20 0.08 ‐1.99

45 ‐0.49 0.18 0.08 ‐1.60 ‐0.44 0.17 0.13 ‐1.68 ‐0.42 0.19 0.15 ‐1.79 ‐0.36 0.17 0.11 ‐1.50

46 ‐0.36 0.16 0.19 ‐1.19 0.00 0.00 0.00 0.00 ‐0.28 0.17 0.28 ‐1.21 0.00 0.00 0.00 0.00

47 ‐0.15 0.19 0.74 ‐0.90 ‐0.10 0.18 0.91 ‐0.83 ‐0.06 0.19 1.06 ‐0.94 ‐0.10 0.17 0.89 ‐0.98

48 ‐0.23 0.12 0.27 ‐0.72 ‐0.20 0.11 0.29 ‐0.93 ‐0.15 0.13 0.36 ‐0.96 ‐0.17 0.11 0.31 ‐0.82

49 ‐0.82 0.39 0.36 ‐3.10 ‐0.88 0.41 0.33 ‐3.52 ‐0.72 0.42 0.46 ‐3.76 ‐0.82 0.46 0.57 ‐4.08

50 ‐0.94 0.46 0.11 ‐3.57 ‐0.95 0.45 0.09 ‐3.55 ‐0.83 0.46 0.29 ‐3.47 ‐0.85 0.45 0.31 ‐3.57

51 ‐0.63 0.34 0.12 ‐2.83 ‐0.68 0.31 0.02 ‐2.82 ‐0.53 0.34 0.25 ‐2.73 ‐0.59 0.29 0.05 ‐2.52

52 ‐0.54 0.23 0.06 ‐1.95 ‐0.51 0.22 0.06 ‐2.41 ‐0.44 0.24 0.16 ‐2.05 ‐0.46 0.21 0.06 ‐2.21

53 ‐0.38 0.18 0.16 ‐1.56 ‐0.34 0.17 0.22 ‐1.83 ‐0.31 0.19 0.26 ‐1.71 ‐0.30 0.16 0.19 ‐1.46

54 ‐0.38 0.15 0.08 ‐1.30 ‐0.34 0.15 0.24 ‐1.33 ‐0.30 0.16 0.28 ‐1.22 ‐0.28 0.14 0.21 ‐1.18

55 ‐0.37 0.13 0.05 ‐1.05 ‐0.36 0.12 0.17 ‐1.04 ‐0.32 0.14 0.16 ‐1.05 ‐0.32 0.13 0.19 ‐1.09

56 ‐0.17 0.07 0.09 ‐0.69 ‐0.15 0.08 0.17 ‐0.77 ‐0.12 0.09 0.21 ‐0.74 ‐0.14 0.09 0.16 ‐0.74

57 ‐0.82 0.37 0.37 ‐3.06 ‐0.84 0.38 0.19 ‐3.37 ‐0.66 0.38 0.41 ‐3.57 ‐0.69 0.38 0.59 ‐3.60

58 ‐0.83 0.40 0.34 ‐3.28 ‐0.80 0.39 0.35 ‐3.19 ‐0.67 0.41 0.55 ‐3.15 ‐0.59 0.39 0.66 ‐3.15

59 ‐0.69 0.35 0.09 ‐2.72 ‐0.67 0.33 0.09 ‐2.83 ‐0.56 0.36 0.23 ‐2.67 ‐0.51 0.31 0.20 ‐2.47

60 ‐0.50 0.27 0.17 ‐2.16 ‐0.48 0.24 0.10 ‐2.34 ‐0.41 0.27 0.19 ‐2.19 ‐0.40 0.22 0.16 ‐2.14

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.28 0.15 0.22 ‐1.16 ‐0.27 0.15 0.20 ‐1.40 ‐0.23 0.17 0.35 ‐1.26 ‐0.25 0.13 0.27 ‐1.14

63 ‐0.17 0.15 0.62 ‐0.85 ‐0.11 0.17 0.94 ‐0.82 ‐0.08 0.16 0.74 ‐0.81 ‐0.13 0.14 0.71 ‐0.83

64 ‐0.19 0.10 0.17 ‐0.76 ‐0.20 0.11 0.23 ‐0.94 ‐0.14 0.11 0.20 ‐0.74 ‐0.21 0.10 0.19 ‐0.85

Table C26 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 250o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.62 0.43 0.68 ‐4.79 ‐0.52 0.39 1.30 ‐4.82 ‐0.62 0.48 1.01 ‐3.77 ‐0.36 0.34 1.32 ‐2.90

2 ‐1.48 0.79 1.63 ‐5.67 ‐0.99 0.60 2.16 ‐4.37 ‐1.54 0.89 1.52 ‐6.13 ‐0.79 0.55 2.29 ‐4.09

3 ‐1.29 0.67 1.54 ‐5.39 ‐0.89 0.66 2.30 ‐4.77 ‐1.34 0.75 1.50 ‐5.39 ‐0.76 0.61 2.18 ‐4.62

4 ‐1.13 0.60 1.35 ‐3.98 ‐0.94 0.62 2.31 ‐3.94 ‐1.18 0.67 1.39 ‐4.40 ‐0.69 0.57 2.16 ‐3.95

5 ‐1.03 0.60 1.36 ‐4.13 ‐0.80 0.59 2.42 ‐3.86 ‐1.11 0.67 1.38 ‐4.40 ‐0.65 0.55 1.88 ‐3.54

6 ‐0.91 0.63 1.47 ‐3.96 ‐0.78 0.55 2.27 ‐3.84 ‐1.11 0.66 1.16 ‐4.46 ‐0.64 0.51 1.71 ‐3.64

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.15 0.29 0.83 ‐2.09 ‐0.28 0.18 0.49 ‐2.17 ‐0.48 0.35 0.34 ‐2.84 ‐0.27 0.17 0.41 ‐1.66

9 ‐0.81 0.81 0.85 ‐6.19 ‐0.65 0.71 0.85 ‐6.07 ‐0.78 0.84 0.98 ‐5.94 ‐0.42 0.57 1.21 ‐4.21

10 ‐0.20 0.32 1.07 ‐2.04 ‐0.05 0.36 1.57 ‐1.97 ‐0.18 0.35 1.15 ‐1.95 0.08 0.31 1.44 ‐1.21

11 ‐0.29 0.28 0.68 ‐2.07 ‐0.24 0.26 0.61 ‐1.90 ‐0.27 0.30 0.69 ‐2.33 ‐0.15 0.22 0.63 ‐1.30

12 ‐0.36 0.26 0.42 ‐2.23 ‐0.35 0.24 0.35 ‐2.04 ‐0.37 0.29 0.48 ‐2.50 ‐0.28 0.21 0.41 ‐1.49

13 ‐0.32 0.26 0.46 ‐2.24 ‐0.33 0.23 0.38 ‐1.89 ‐0.33 0.30 0.61 ‐2.11 ‐0.26 0.21 0.46 ‐1.48

14 ‐0.22 0.24 0.56 ‐1.87 ‐0.25 0.22 0.52 ‐1.68 ‐0.24 0.29 0.65 ‐1.97 ‐0.20 0.20 0.55 ‐1.30

15 ‐0.05 0.24 1.08 ‐1.36 0.00 0.24 1.43 ‐1.47 ‐0.06 0.28 1.14 ‐1.79 ‐0.02 0.22 1.19 ‐1.04

16 ‐0.14 0.15 0.51 ‐1.18 ‐0.17 0.14 0.52 ‐1.21 ‐0.15 0.17 0.53 ‐1.41 ‐0.15 0.14 0.54 ‐1.04

17 ‐0.69 0.57 0.72 ‐3.88 ‐0.66 0.54 0.53 ‐4.05 ‐0.66 0.59 0.76 ‐4.26 ‐0.38 0.46 0.94 ‐3.19

18 ‐0.40 0.26 0.44 ‐2.63 0.00 0.00 0.00 0.00 ‐0.37 0.28 0.62 ‐2.26 0.00 0.00 0.00 0.00

19 ‐0.32 0.19 0.34 ‐1.53 ‐0.43 0.20 0.17 ‐1.73 ‐0.29 0.21 0.42 ‐1.67 ‐0.32 0.18 0.28 ‐1.31

20 ‐0.27 0.18 0.35 ‐1.61 ‐0.37 0.18 0.16 ‐1.60 ‐0.25 0.20 0.48 ‐1.80 ‐0.29 0.17 0.26 ‐1.30

21 ‐0.23 0.18 0.42 ‐1.36 ‐0.31 0.17 0.23 ‐1.42 ‐0.20 0.20 0.53 ‐1.45 ‐0.23 0.17 0.35 ‐1.33

22 ‐0.31 0.18 0.35 ‐1.52 ‐0.37 0.18 0.24 ‐1.46 ‐0.28 0.21 0.43 ‐1.62 ‐0.31 0.18 0.31 ‐1.33

23 ‐0.37 0.16 0.26 ‐1.38 ‐0.38 0.17 0.22 ‐1.52 ‐0.36 0.18 0.31 ‐1.44 ‐0.36 0.17 0.26 ‐1.45

24 ‐0.13 0.09 0.30 ‐0.89 ‐0.16 0.10 0.31 ‐0.99 ‐0.11 0.11 0.30 ‐1.05 ‐0.15 0.10 0.29 ‐0.86

25 ‐0.63 0.43 0.54 ‐3.16 ‐0.73 0.48 0.32 ‐3.70 ‐0.55 0.44 0.66 ‐3.37 ‐0.44 0.39 0.56 ‐2.98

26 ‐0.28 0.35 0.82 ‐3.24 ‐0.25 0.33 0.82 ‐3.23 ‐0.19 0.35 1.00 ‐2.56 ‐0.09 0.25 0.99 ‐1.95

27 ‐0.26 0.19 0.41 ‐1.58 ‐0.26 0.20 0.40 ‐1.63 ‐0.16 0.21 0.57 ‐1.43 ‐0.16 0.17 0.48 ‐1.07

28 ‐0.26 0.17 0.32 ‐1.31 ‐0.24 0.17 0.29 ‐1.31 ‐0.16 0.19 0.45 ‐1.11 ‐0.16 0.16 0.37 ‐1.09

29 ‐0.22 0.16 0.34 ‐1.20 ‐0.21 0.15 0.27 ‐1.20 ‐0.11 0.17 0.49 ‐1.15 ‐0.15 0.14 0.33 ‐1.08

30 ‐0.19 0.15 0.35 ‐1.14 ‐0.12 0.14 0.41 ‐1.00 ‐0.08 0.16 0.53 ‐1.06 ‐0.06 0.14 0.46 ‐0.81

31 ‐0.06 0.17 0.79 ‐0.95 0.00 0.17 0.92 ‐0.85 0.03 0.18 1.15 ‐0.85 0.02 0.16 0.93 ‐0.92

32 ‐0.14 0.11 0.38 ‐0.80 ‐0.19 0.11 0.36 ‐1.15 ‐0.10 0.12 0.46 ‐1.03 ‐0.16 0.11 0.27 ‐0.84

33 ‐0.51 0.39 0.72 ‐2.88 ‐0.55 0.39 0.53 ‐3.00 ‐0.47 0.39 0.67 ‐2.73 ‐0.34 0.34 0.75 ‐2.44

34 ‐0.47 0.37 0.42 ‐3.31 ‐0.50 0.35 0.22 ‐3.52 ‐0.48 0.37 0.51 ‐3.09 ‐0.36 0.28 0.42 ‐2.54

35 ‐0.33 0.19 0.28 ‐1.95 ‐0.26 0.18 0.31 ‐1.96 ‐0.28 0.20 0.36 ‐1.73 ‐0.19 0.15 0.42 ‐1.14

36 ‐0.23 0.16 0.36 ‐1.23 ‐0.33 0.18 0.19 ‐1.48 ‐0.19 0.17 0.34 ‐1.04 ‐0.29 0.17 0.22 ‐1.43

37 ‐0.25 0.15 0.29 ‐1.27 ‐0.22 0.15 0.26 ‐1.09 ‐0.20 0.16 0.32 ‐1.02 ‐0.16 0.13 0.30 ‐0.92

38 ‐0.25 0.15 0.32 ‐1.21 ‐0.22 0.15 0.36 ‐1.06 ‐0.19 0.16 0.40 ‐1.05 ‐0.17 0.14 0.43 ‐0.93

39 ‐0.35 0.15 0.24 ‐1.29 ‐0.29 0.14 0.29 ‐1.05 ‐0.29 0.17 0.34 ‐1.21 ‐0.26 0.14 0.35 ‐0.98

40 ‐0.17 0.09 0.16 ‐0.80 ‐0.11 0.09 0.46 ‐0.92 ‐0.14 0.10 0.24 ‐0.84 ‐0.09 0.09 0.34 ‐0.80

41 ‐0.46 0.34 0.59 ‐2.73 ‐0.56 0.34 0.30 ‐2.75 ‐0.39 0.34 0.60 ‐3.06 ‐0.33 0.31 0.65 ‐2.40

42 ‐0.37 0.35 0.72 ‐2.67 ‐0.44 0.35 0.60 ‐2.99 ‐0.27 0.35 0.82 ‐2.73 ‐0.27 0.27 0.67 ‐2.18

43 ‐0.32 0.23 0.30 ‐2.53 ‐0.36 0.21 0.24 ‐2.63 ‐0.28 0.22 0.35 ‐2.07 ‐0.25 0.17 0.32 ‐1.72

44 ‐0.25 0.16 0.27 ‐1.43 ‐0.33 0.16 0.13 ‐1.63 ‐0.21 0.16 0.35 ‐1.15 ‐0.25 0.14 0.20 ‐1.19

45 ‐0.31 0.15 0.15 ‐1.22 ‐0.29 0.14 0.14 ‐1.11 ‐0.28 0.15 0.24 ‐1.09 ‐0.23 0.13 0.18 ‐1.11

46 ‐0.19 0.14 0.28 ‐1.01 0.00 0.00 0.00 0.00 ‐0.16 0.13 0.28 ‐0.96 0.00 0.00 0.00 0.00

47 0.01 0.18 0.99 ‐0.70 0.00 0.17 0.99 ‐0.71 0.04 0.18 1.15 ‐0.83 0.01 0.17 0.97 ‐0.74

48 ‐0.14 0.11 0.34 ‐0.81 ‐0.15 0.10 0.45 ‐1.07 ‐0.10 0.11 0.35 ‐0.85 ‐0.13 0.10 0.27 ‐0.73

49 ‐0.44 0.32 0.63 ‐2.67 ‐0.51 0.33 0.34 ‐3.11 ‐0.37 0.33 0.69 ‐2.74 ‐0.37 0.33 0.55 ‐2.51

50 ‐0.49 0.35 0.31 ‐2.74 ‐0.55 0.34 0.24 ‐2.84 ‐0.46 0.35 0.45 ‐3.02 ‐0.44 0.28 0.33 ‐2.23

51 ‐0.32 0.22 0.27 ‐2.13 ‐0.40 0.20 0.15 ‐2.31 ‐0.25 0.21 0.38 ‐1.74 ‐0.34 0.17 0.18 ‐1.44

52 ‐0.32 0.16 0.20 ‐1.68 ‐0.33 0.15 0.15 ‐1.76 ‐0.26 0.16 0.26 ‐1.16 ‐0.30 0.14 0.13 ‐1.23

53 ‐0.22 0.14 0.29 ‐1.03 ‐0.21 0.14 0.26 ‐1.05 ‐0.17 0.14 0.36 ‐0.92 ‐0.17 0.11 0.27 ‐0.86

54 ‐0.25 0.13 0.25 ‐1.08 ‐0.24 0.13 0.25 ‐0.97 ‐0.20 0.14 0.31 ‐0.89 ‐0.20 0.11 0.26 ‐1.01

55 ‐0.29 0.12 0.26 ‐1.07 ‐0.29 0.13 0.24 ‐1.02 ‐0.25 0.14 0.26 ‐0.96 ‐0.28 0.13 0.24 ‐0.92

56 ‐0.11 0.07 0.14 ‐0.84 ‐0.11 0.08 0.51 ‐0.84 ‐0.09 0.08 0.31 ‐0.67 ‐0.11 0.09 0.26 ‐0.69

57 ‐0.46 0.30 0.45 ‐2.53 ‐0.48 0.30 0.31 ‐2.45 ‐0.34 0.30 0.54 ‐2.33 ‐0.31 0.28 0.50 ‐2.31

58 ‐0.41 0.32 0.54 ‐2.60 ‐0.40 0.31 0.71 ‐2.54 ‐0.29 0.32 0.81 ‐2.67 ‐0.21 0.25 0.82 ‐1.86

59 ‐0.35 0.24 0.24 ‐2.17 ‐0.35 0.22 0.21 ‐2.23 ‐0.25 0.23 0.35 ‐2.07 ‐0.22 0.17 0.29 ‐1.41

60 ‐0.25 0.18 0.27 ‐1.67 ‐0.27 0.16 0.21 ‐1.88 ‐0.19 0.17 0.37 ‐1.22 ‐0.21 0.13 0.20 ‐1.11

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.12 0.13 0.32 ‐0.82 ‐0.16 0.12 0.27 ‐0.81 ‐0.11 0.13 0.41 ‐0.70 ‐0.14 0.10 0.20 ‐0.87

63 ‐0.05 0.15 0.76 ‐0.68 ‐0.02 0.16 0.92 ‐0.73 0.01 0.14 0.76 ‐0.68 ‐0.04 0.15 0.71 ‐0.76

64 ‐0.12 0.09 0.21 ‐0.75 ‐0.16 0.10 0.44 ‐0.89 ‐0.09 0.10 0.28 ‐0.78 ‐0.18 0.10 0.14 ‐0.77

Table C27 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 260o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.28 0.33 1.30 ‐2.64 ‐0.16 0.34 2.01 ‐2.45 ‐0.21 0.36 1.85 ‐3.33 ‐0.07 0.32 2.40 ‐2.60

2 ‐0.84 0.70 2.51 ‐4.78 ‐0.44 0.61 2.87 ‐3.68 ‐0.76 0.76 2.70 ‐5.30 ‐0.32 0.59 3.44 ‐3.81

3 ‐0.73 0.60 2.77 ‐3.71 ‐0.26 0.63 3.53 ‐3.52 ‐0.68 0.69 2.66 ‐4.85 ‐0.18 0.59 3.53 ‐2.94

4 ‐0.63 0.56 2.52 ‐3.47 ‐0.36 0.62 3.01 ‐3.50 ‐0.56 0.65 2.74 ‐4.39 ‐0.10 0.55 3.38 ‐2.99

5 ‐0.54 0.56 1.96 ‐3.58 ‐0.23 0.59 3.23 ‐3.56 ‐0.47 0.66 3.04 ‐4.31 ‐0.10 0.50 3.05 ‐2.63

6 ‐0.46 0.53 1.92 ‐3.20 ‐0.24 0.53 3.67 ‐3.08 ‐0.45 0.66 3.18 ‐4.44 ‐0.15 0.43 3.28 ‐2.25

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.18 0.16 0.58 ‐1.61 ‐0.17 0.13 0.75 ‐1.23 ‐0.21 0.22 0.75 ‐2.26 ‐0.17 0.13 0.93 ‐0.90

9 ‐0.20 0.38 0.57 ‐3.37 ‐0.10 0.32 1.03 ‐3.15 ‐0.08 0.35 1.00 ‐4.06 0.01 0.25 1.38 ‐3.02

10 0.05 0.25 1.25 ‐1.35 0.22 0.30 1.63 ‐1.14 0.13 0.27 1.46 ‐1.37 0.27 0.27 1.61 ‐0.79

11 ‐0.08 0.20 0.64 ‐1.40 ‐0.01 0.21 0.83 ‐1.38 ‐0.02 0.22 0.82 ‐1.70 0.03 0.17 0.83 ‐0.83

12 ‐0.14 0.18 0.59 ‐1.49 ‐0.12 0.18 0.70 ‐1.56 ‐0.11 0.20 0.76 ‐1.85 ‐0.09 0.16 0.68 ‐1.09

13 ‐0.12 0.18 0.63 ‐1.22 ‐0.11 0.18 0.70 ‐1.47 ‐0.06 0.22 0.93 ‐1.56 ‐0.08 0.16 0.76 ‐1.05

14 ‐0.05 0.17 0.74 ‐1.12 ‐0.03 0.19 0.93 ‐1.28 0.03 0.22 1.13 ‐1.34 0.00 0.18 1.08 ‐0.83

15 0.03 0.20 1.05 ‐0.91 0.17 0.25 1.38 ‐0.77 0.13 0.25 1.44 ‐1.05 0.16 0.25 1.62 ‐0.77

16 ‐0.07 0.12 0.79 ‐0.71 ‐0.03 0.16 1.16 ‐0.85 ‐0.01 0.18 1.64 ‐1.01 ‐0.01 0.15 1.58 ‐0.92

17 ‐0.19 0.32 0.63 ‐2.30 ‐0.17 0.28 0.68 ‐2.45 ‐0.09 0.29 0.81 ‐2.73 0.02 0.22 1.15 ‐2.25

18 ‐0.17 0.18 0.51 ‐1.42 0.00 0.00 0.00 0.00 ‐0.10 0.19 0.72 ‐1.86 0.00 0.00 0.00 0.00

19 ‐0.15 0.14 0.45 ‐1.09 ‐0.24 0.14 0.38 ‐1.31 ‐0.10 0.16 0.61 ‐1.45 ‐0.16 0.13 0.44 ‐0.89

20 ‐0.10 0.13 0.52 ‐1.05 ‐0.20 0.13 0.43 ‐1.16 ‐0.06 0.15 0.73 ‐1.41 ‐0.14 0.12 0.43 ‐0.88

21 ‐0.07 0.14 0.55 ‐0.87 ‐0.13 0.14 0.54 ‐1.17 0.00 0.16 0.85 ‐0.98 ‐0.08 0.13 0.60 ‐0.74

22 ‐0.12 0.15 0.56 ‐0.99 ‐0.19 0.15 0.52 ‐1.12 ‐0.06 0.17 0.96 ‐1.07 ‐0.14 0.14 0.53 ‐0.92

23 ‐0.21 0.14 0.43 ‐1.02 ‐0.23 0.15 0.51 ‐1.08 ‐0.19 0.16 0.61 ‐1.20 ‐0.21 0.13 0.41 ‐1.00

24 ‐0.08 0.08 0.55 ‐0.52 ‐0.10 0.11 0.74 ‐0.85 ‐0.07 0.12 1.09 ‐0.89 ‐0.10 0.10 0.94 ‐0.86

25 ‐0.22 0.24 0.57 ‐1.96 ‐0.24 0.26 0.38 ‐2.68 ‐0.09 0.22 0.56 ‐1.90 ‐0.06 0.19 0.50 ‐2.04

26 ‐0.03 0.18 0.85 ‐1.33 ‐0.01 0.18 0.86 ‐1.17 0.08 0.19 1.32 ‐1.53 0.09 0.17 1.29 ‐1.19

27 ‐0.08 0.14 0.50 ‐0.85 ‐0.06 0.14 0.46 ‐1.04 0.06 0.15 0.76 ‐0.88 0.01 0.13 0.63 ‐0.73

28 ‐0.09 0.12 0.36 ‐0.88 ‐0.06 0.12 0.46 ‐0.89 0.03 0.13 0.70 ‐0.91 0.00 0.12 0.62 ‐0.67

29 ‐0.07 0.11 0.43 ‐0.85 ‐0.06 0.11 0.44 ‐0.79 0.05 0.13 0.81 ‐0.67 ‐0.02 0.11 0.53 ‐0.68

30 ‐0.07 0.11 0.46 ‐0.64 0.00 0.11 0.76 ‐0.71 0.05 0.13 0.85 ‐0.59 0.04 0.12 0.69 ‐0.58

31 ‐0.01 0.14 0.72 ‐0.63 0.04 0.15 0.89 ‐0.62 0.10 0.17 1.10 ‐0.67 0.05 0.14 1.06 ‐0.57

32 ‐0.06 0.09 0.71 ‐0.54 ‐0.12 0.11 0.66 ‐0.84 ‐0.01 0.14 1.27 ‐0.90 ‐0.11 0.11 0.78 ‐0.90

33 ‐0.13 0.23 0.55 ‐1.94 ‐0.15 0.23 0.51 ‐2.21 ‐0.07 0.20 0.70 ‐1.76 ‐0.01 0.17 0.61 ‐1.66

34 ‐0.18 0.19 0.43 ‐1.67 ‐0.21 0.17 0.38 ‐1.71 ‐0.15 0.18 0.51 ‐1.92 ‐0.11 0.15 0.48 ‐1.73

35 ‐0.14 0.13 0.40 ‐0.89 ‐0.09 0.12 0.46 ‐0.80 ‐0.09 0.13 0.52 ‐1.17 ‐0.04 0.12 0.50 ‐0.73

36 ‐0.06 0.11 0.38 ‐0.75 ‐0.15 0.13 0.28 ‐1.12 ‐0.02 0.12 0.51 ‐0.81 ‐0.11 0.12 0.39 ‐0.92

37 ‐0.08 0.11 0.34 ‐0.84 ‐0.07 0.11 0.40 ‐0.82 ‐0.04 0.12 0.59 ‐0.76 ‐0.03 0.11 0.55 ‐0.62

38 ‐0.07 0.13 0.49 ‐0.72 ‐0.06 0.13 0.54 ‐0.73 ‐0.02 0.14 0.70 ‐0.75 ‐0.02 0.12 0.59 ‐0.60

39 ‐0.17 0.14 0.38 ‐0.94 ‐0.14 0.14 0.54 ‐0.87 ‐0.12 0.16 0.65 ‐1.05 ‐0.12 0.13 0.54 ‐0.65

40 ‐0.09 0.08 0.60 ‐0.76 ‐0.05 0.09 0.72 ‐0.74 ‐0.06 0.11 0.93 ‐0.78 ‐0.04 0.09 0.77 ‐0.77

41 ‐0.12 0.19 0.50 ‐1.56 ‐0.20 0.19 0.29 ‐2.00 ‐0.03 0.17 0.65 ‐1.78 ‐0.05 0.15 0.44 ‐1.58

42 ‐0.06 0.18 0.93 ‐1.41 ‐0.13 0.18 1.00 ‐1.59 0.04 0.18 1.11 ‐1.37 ‐0.04 0.16 0.88 ‐1.33

43 ‐0.12 0.12 0.38 ‐1.01 ‐0.16 0.12 0.30 ‐0.99 ‐0.08 0.12 0.45 ‐1.20 ‐0.08 0.11 0.39 ‐0.93

44 ‐0.09 0.11 0.32 ‐0.72 ‐0.18 0.10 0.22 ‐0.85 ‐0.05 0.11 0.46 ‐0.72 ‐0.12 0.10 0.29 ‐0.77

45 ‐0.16 0.10 0.21 ‐0.79 ‐0.16 0.10 0.25 ‐0.80 ‐0.15 0.11 0.33 ‐0.97 ‐0.12 0.10 0.30 ‐0.74

46 ‐0.06 0.10 0.39 ‐0.78 0.00 0.00 0.00 0.00 ‐0.05 0.10 0.54 ‐0.70 0.00 0.00 0.00 0.00

47 0.05 0.15 0.89 ‐0.50 0.02 0.15 0.91 ‐0.54 0.08 0.17 1.09 ‐0.57 0.01 0.15 0.94 ‐0.57

48 ‐0.06 0.10 0.78 ‐0.60 ‐0.09 0.09 0.77 ‐0.76 ‐0.02 0.12 0.88 ‐0.61 ‐0.09 0.10 0.68 ‐0.67

49 ‐0.11 0.20 0.59 ‐1.57 ‐0.18 0.19 0.35 ‐1.76 ‐0.03 0.17 0.67 ‐1.69 ‐0.06 0.16 0.52 ‐1.72

50 ‐0.18 0.19 0.44 ‐1.75 ‐0.24 0.17 0.31 ‐1.70 ‐0.14 0.17 0.47 ‐1.71 ‐0.18 0.15 0.39 ‐1.54

51 ‐0.13 0.12 0.38 ‐0.94 ‐0.22 0.11 0.23 ‐1.01 ‐0.07 0.12 0.48 ‐1.08 ‐0.19 0.11 0.30 ‐1.12

52 ‐0.15 0.11 0.26 ‐0.74 ‐0.18 0.10 0.21 ‐0.84 ‐0.09 0.11 0.43 ‐0.83 ‐0.18 0.10 0.21 ‐0.95

53 ‐0.08 0.10 0.33 ‐0.64 ‐0.08 0.10 0.34 ‐0.75 ‐0.03 0.11 0.54 ‐0.66 ‐0.07 0.10 0.38 ‐0.68

54 ‐0.12 0.11 0.32 ‐0.68 ‐0.12 0.11 0.41 ‐0.76 ‐0.06 0.12 0.63 ‐0.73 ‐0.09 0.10 0.43 ‐0.73

55 ‐0.16 0.12 0.35 ‐0.81 ‐0.17 0.13 0.39 ‐0.88 ‐0.13 0.14 0.76 ‐0.93 ‐0.16 0.12 0.45 ‐0.71

56 ‐0.07 0.08 0.60 ‐0.72 ‐0.06 0.09 0.70 ‐0.63 ‐0.04 0.10 0.72 ‐0.68 ‐0.07 0.09 0.68 ‐0.71

57 ‐0.15 0.18 0.45 ‐1.37 ‐0.17 0.17 0.33 ‐1.65 ‐0.03 0.15 0.51 ‐1.52 ‐0.05 0.14 0.42 ‐1.43

58 ‐0.11 0.18 0.69 ‐1.44 ‐0.09 0.17 0.73 ‐1.37 0.02 0.17 0.98 ‐1.13 0.01 0.15 0.80 ‐1.23

59 ‐0.12 0.13 0.34 ‐0.97 ‐0.13 0.12 0.31 ‐1.02 ‐0.02 0.12 0.54 ‐0.97 ‐0.05 0.11 0.39 ‐0.89

60 ‐0.07 0.11 0.32 ‐0.69 ‐0.12 0.10 0.24 ‐0.67 ‐0.02 0.11 0.48 ‐0.75 ‐0.08 0.10 0.29 ‐0.89

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.01 0.09 0.38 ‐0.57 ‐0.08 0.09 0.39 ‐0.64 ‐0.02 0.10 0.52 ‐0.65 ‐0.07 0.09 0.33 ‐0.65

63 0.00 0.13 0.73 ‐0.60 0.01 0.15 0.84 ‐0.53 0.05 0.14 0.83 ‐0.71 ‐0.03 0.13 0.71 ‐0.58

64 ‐0.07 0.09 0.62 ‐0.75 ‐0.11 0.09 0.61 ‐0.65 ‐0.04 0.10 0.76 ‐0.84 ‐0.14 0.09 0.55 ‐0.84

Table C28 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 270o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.05 0.34 2.30 ‐2.58 0.08 0.40 2.27 ‐1.93 0.00 0.36 2.34 ‐2.06 0.14 0.37 2.31 ‐1.39

2 ‐0.30 0.66 3.59 ‐4.04 ‐0.01 0.71 3.82 ‐3.12 ‐0.22 0.72 3.65 ‐4.48 0.16 0.63 3.39 ‐2.32

3 ‐0.25 0.59 3.45 ‐3.47 0.18 0.70 4.03 ‐3.41 ‐0.18 0.67 3.89 ‐3.70 0.26 0.63 3.99 ‐2.50

4 ‐0.16 0.55 3.99 ‐3.14 0.09 0.72 3.94 ‐3.21 ‐0.09 0.64 3.50 ‐3.14 0.30 0.60 3.95 ‐2.18

5 ‐0.05 0.53 3.58 ‐2.90 0.21 0.68 4.22 ‐2.81 0.00 0.66 3.49 ‐3.52 0.29 0.59 3.67 ‐2.03

6 0.04 0.49 3.38 ‐2.69 0.21 0.68 5.19 ‐2.68 0.05 0.66 4.61 ‐3.16 0.27 0.57 4.47 ‐1.65

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.05 0.16 1.03 ‐1.06 ‐0.07 0.19 1.62 ‐1.00 ‐0.07 0.21 1.12 ‐1.74 ‐0.07 0.17 1.20 ‐0.81

9 ‐0.01 0.17 0.77 ‐2.34 0.04 0.18 1.07 ‐2.09 0.04 0.16 0.82 ‐2.40 0.05 0.12 0.73 ‐0.93

10 0.16 0.22 1.48 ‐0.91 0.31 0.28 1.78 ‐0.82 0.21 0.23 1.54 ‐0.93 0.27 0.25 1.59 ‐0.51

11 0.03 0.17 0.98 ‐1.18 0.10 0.19 1.14 ‐0.95 0.09 0.18 1.04 ‐1.16 0.08 0.15 0.96 ‐0.64

12 ‐0.03 0.16 0.98 ‐1.13 0.00 0.18 1.12 ‐1.02 0.02 0.18 1.08 ‐0.98 0.00 0.16 0.96 ‐0.75

13 0.00 0.17 1.14 ‐1.01 0.02 0.19 1.05 ‐1.00 0.07 0.20 1.07 ‐1.03 0.01 0.16 1.00 ‐0.67

14 0.05 0.18 1.29 ‐0.77 0.12 0.24 2.14 ‐0.84 0.15 0.22 1.59 ‐0.82 0.08 0.21 1.54 ‐0.66

15 0.09 0.21 1.56 ‐0.74 0.31 0.32 2.36 ‐0.65 0.25 0.27 2.01 ‐0.74 0.22 0.29 1.84 ‐0.66

16 0.08 0.24 2.60 ‐0.87 0.14 0.31 3.51 ‐1.00 0.17 0.31 2.78 ‐0.93 0.11 0.26 2.58 ‐0.65

17 0.00 0.16 0.75 ‐1.64 ‐0.03 0.15 0.73 ‐1.81 0.04 0.14 0.69 ‐1.65 0.05 0.11 0.63 ‐0.93

18 ‐0.06 0.16 0.83 ‐0.96 0.00 0.00 0.00 0.00 ‐0.03 0.15 0.85 ‐1.00 0.00 0.00 0.00 0.00

19 ‐0.06 0.13 0.75 ‐0.96 ‐0.15 0.14 0.44 ‐0.96 ‐0.04 0.14 0.66 ‐1.11 ‐0.11 0.12 0.50 ‐0.69

20 0.00 0.13 0.83 ‐0.77 ‐0.11 0.13 0.65 ‐0.94 0.03 0.14 0.71 ‐0.70 ‐0.08 0.12 0.57 ‐0.71

21 0.04 0.15 0.98 ‐0.64 ‐0.02 0.15 0.72 ‐0.79 0.10 0.16 0.95 ‐0.70 ‐0.01 0.14 0.77 ‐0.62

22 0.01 0.16 1.09 ‐0.84 ‐0.06 0.17 0.80 ‐0.90 0.07 0.18 1.02 ‐0.75 ‐0.04 0.14 0.69 ‐0.71

23 ‐0.08 0.14 0.87 ‐0.83 ‐0.14 0.15 1.01 ‐1.03 ‐0.10 0.15 0.87 ‐0.95 ‐0.13 0.13 0.72 ‐0.75

24 0.01 0.16 1.40 ‐0.59 0.01 0.21 1.62 ‐0.90 0.02 0.21 1.54 ‐0.76 ‐0.01 0.18 1.35 ‐0.64

25 ‐0.07 0.14 0.54 ‐1.28 ‐0.10 0.14 0.43 ‐1.76 0.01 0.12 0.56 ‐1.13 ‐0.04 0.09 0.47 ‐0.91

26 0.07 0.17 1.15 ‐0.70 0.07 0.16 1.21 ‐0.76 0.15 0.18 1.36 ‐0.85 0.11 0.16 1.22 ‐0.55

27 0.02 0.13 0.75 ‐0.79 0.03 0.12 0.61 ‐0.65 0.13 0.14 0.81 ‐0.93 0.06 0.12 0.63 ‐0.53

28 ‐0.02 0.11 0.70 ‐0.65 0.03 0.12 0.59 ‐0.67 0.10 0.12 0.75 ‐0.59 0.05 0.12 0.68 ‐0.55

29 0.02 0.12 0.79 ‐0.67 0.03 0.12 0.63 ‐0.66 0.12 0.14 0.80 ‐0.42 0.02 0.11 0.62 ‐0.52

30 0.01 0.13 0.85 ‐0.65 0.08 0.15 1.03 ‐0.47 0.13 0.16 1.11 ‐0.43 0.07 0.14 0.93 ‐0.47

31 0.04 0.17 1.22 ‐0.52 0.12 0.20 1.37 ‐0.51 0.17 0.22 1.67 ‐0.55 0.08 0.19 1.22 ‐0.50

32 0.05 0.18 1.63 ‐0.74 ‐0.01 0.19 1.32 ‐0.77 0.13 0.25 1.89 ‐0.72 ‐0.02 0.17 1.17 ‐0.70

33 0.00 0.12 0.53 ‐1.04 ‐0.02 0.13 0.53 ‐1.37 0.01 0.11 0.52 ‐0.99 0.02 0.09 0.51 ‐0.83

34 ‐0.08 0.13 0.59 ‐0.88 ‐0.10 0.13 0.50 ‐1.05 ‐0.07 0.13 0.54 ‐1.09 ‐0.06 0.11 0.49 ‐0.69

35 ‐0.06 0.11 0.68 ‐0.72 ‐0.02 0.11 0.55 ‐0.65 ‐0.04 0.11 0.48 ‐0.86 0.00 0.11 0.60 ‐0.55

36 0.01 0.11 0.66 ‐0.61 ‐0.06 0.12 0.47 ‐0.87 0.03 0.11 0.58 ‐0.61 ‐0.05 0.11 0.53 ‐0.74

37 0.01 0.11 0.67 ‐0.59 0.01 0.12 0.60 ‐0.60 0.04 0.12 0.62 ‐0.53 0.00 0.11 0.59 ‐0.58

38 0.03 0.13 0.80 ‐0.60 0.04 0.14 0.75 ‐0.62 0.08 0.15 0.86 ‐0.51 0.04 0.13 0.71 ‐0.53

39 ‐0.06 0.14 0.84 ‐0.76 ‐0.05 0.15 0.98 ‐0.80 ‐0.03 0.15 1.02 ‐0.81 ‐0.05 0.13 0.77 ‐0.62

40 ‐0.02 0.15 1.24 ‐0.80 0.02 0.16 1.55 ‐0.53 0.04 0.19 1.44 ‐0.60 0.01 0.14 1.13 ‐0.58

41 0.00 0.11 0.51 ‐0.92 ‐0.08 0.11 0.30 ‐1.17 0.03 0.09 0.48 ‐0.93 ‐0.04 0.08 0.43 ‐0.78

42 0.04 0.14 0.98 ‐0.79 ‐0.03 0.15 0.95 ‐0.95 0.09 0.15 1.04 ‐0.81 0.02 0.15 0.94 ‐0.62

43 ‐0.03 0.10 0.52 ‐0.68 ‐0.07 0.10 0.42 ‐0.82 ‐0.01 0.10 0.48 ‐0.64 ‐0.05 0.10 0.46 ‐0.56

44 ‐0.01 0.10 0.59 ‐0.65 ‐0.10 0.10 0.35 ‐0.71 0.00 0.10 0.52 ‐0.55 ‐0.09 0.09 0.42 ‐0.61

45 ‐0.09 0.10 0.42 ‐0.78 ‐0.09 0.10 0.43 ‐0.75 ‐0.09 0.11 0.42 ‐0.76 ‐0.11 0.09 0.42 ‐0.58

46 0.01 0.11 0.75 ‐0.49 0.00 0.00 0.00 0.00 0.01 0.12 0.71 ‐0.57 0.00 0.00 0.00 0.00

47 0.08 0.16 1.05 ‐0.47 0.05 0.17 1.04 ‐0.53 0.12 0.19 1.21 ‐0.50 0.01 0.17 1.09 ‐0.47

48 0.02 0.17 1.39 ‐0.66 0.00 0.16 1.20 ‐0.62 0.09 0.20 1.36 ‐0.53 ‐0.03 0.14 0.91 ‐0.60

49 0.01 0.11 0.55 ‐0.88 ‐0.07 0.11 0.42 ‐1.23 0.04 0.09 0.42 ‐0.77 ‐0.05 0.08 0.36 ‐0.77

50 ‐0.07 0.12 0.61 ‐0.88 ‐0.14 0.12 0.39 ‐1.09 ‐0.07 0.12 0.57 ‐0.81 ‐0.13 0.11 0.40 ‐0.76

51 ‐0.06 0.10 0.54 ‐0.70 ‐0.15 0.10 0.33 ‐0.76 ‐0.02 0.10 0.57 ‐0.55 ‐0.16 0.10 0.31 ‐0.68

52 ‐0.06 0.10 0.49 ‐0.74 ‐0.12 0.10 0.36 ‐0.66 ‐0.03 0.11 0.54 ‐0.63 ‐0.14 0.09 0.31 ‐0.69

53 ‐0.01 0.10 0.61 ‐0.51 ‐0.02 0.10 0.51 ‐0.54 0.02 0.11 0.62 ‐0.54 ‐0.06 0.09 0.43 ‐0.51

54 ‐0.03 0.11 0.69 ‐0.57 ‐0.04 0.12 0.66 ‐0.63 0.01 0.12 0.75 ‐0.56 ‐0.06 0.11 0.47 ‐0.59

55 ‐0.08 0.12 0.81 ‐0.71 ‐0.09 0.13 0.77 ‐0.76 ‐0.06 0.14 0.82 ‐0.76 ‐0.11 0.11 0.53 ‐0.68

56 ‐0.02 0.15 1.21 ‐0.73 0.00 0.14 1.18 ‐0.59 0.05 0.16 1.27 ‐0.51 ‐0.03 0.11 0.82 ‐0.62

57 ‐0.04 0.11 0.47 ‐0.93 ‐0.07 0.10 0.31 ‐1.01 0.03 0.09 0.44 ‐0.78 ‐0.04 0.08 0.33 ‐0.79

58 0.00 0.14 0.85 ‐0.88 0.00 0.13 0.80 ‐0.83 0.08 0.14 1.09 ‐0.65 0.05 0.13 0.79 ‐0.59

59 ‐0.03 0.11 0.52 ‐0.72 ‐0.04 0.10 0.42 ‐0.70 0.05 0.10 0.56 ‐0.50 ‐0.02 0.09 0.41 ‐0.50

60 0.00 0.09 0.51 ‐0.59 ‐0.05 0.09 0.44 ‐0.58 0.03 0.10 0.54 ‐0.53 ‐0.05 0.09 0.40 ‐0.54

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.04 0.10 0.66 ‐0.39 ‐0.03 0.10 0.58 ‐0.49 0.04 0.11 0.73 ‐0.50 ‐0.06 0.09 0.48 ‐0.50

63 0.02 0.14 0.84 ‐0.52 0.02 0.15 0.89 ‐0.48 0.07 0.16 1.01 ‐0.46 ‐0.04 0.13 0.69 ‐0.47

64 0.01 0.16 1.15 ‐0.86 ‐0.04 0.14 1.10 ‐0.53 0.05 0.16 1.23 ‐0.58 ‐0.10 0.11 0.66 ‐0.69

Table C29 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 280o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.23 0.41 2.86 ‐2.00 0.39 0.48 3.31 ‐1.17 0.32 0.45 2.85 ‐1.67 0.43 0.44 2.61 ‐0.98

2 0.25 0.74 4.17 ‐3.43 0.55 0.79 4.63 ‐2.04 0.40 0.81 4.31 ‐2.98 0.68 0.72 4.12 ‐1.88

3 0.24 0.66 4.00 ‐3.12 0.73 0.78 4.59 ‐2.24 0.39 0.76 4.56 ‐2.94 0.80 0.73 4.27 ‐1.56

4 0.30 0.63 4.05 ‐3.09 0.67 0.82 4.72 ‐2.23 0.47 0.74 4.33 ‐2.64 0.86 0.71 4.34 ‐1.26

5 0.39 0.64 4.59 ‐3.36 0.80 0.83 4.92 ‐1.98 0.59 0.78 5.16 ‐2.67 0.88 0.74 4.54 ‐1.13

6 0.45 0.59 4.01 ‐2.23 0.89 0.94 6.63 ‐2.25 0.61 0.75 4.99 ‐2.60 0.87 0.81 5.56 ‐1.11

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.12 0.23 2.38 ‐0.68 0.18 0.33 2.80 ‐0.61 0.16 0.29 2.16 ‐0.89 0.17 0.28 2.07 ‐0.63

9 0.06 0.12 0.87 ‐1.27 0.12 0.13 1.15 ‐0.60 0.11 0.12 0.94 ‐0.73 0.10 0.12 0.85 ‐0.42

10 0.22 0.22 1.48 ‐0.63 0.37 0.26 1.77 ‐0.48 0.29 0.23 1.57 ‐0.54 0.32 0.24 1.62 ‐0.43

11 0.15 0.17 1.16 ‐0.79 0.24 0.21 1.68 ‐0.65 0.23 0.19 1.30 ‐0.67 0.22 0.19 1.57 ‐0.45

12 0.10 0.17 1.10 ‐0.75 0.18 0.23 1.55 ‐0.76 0.18 0.20 1.32 ‐0.80 0.17 0.20 1.33 ‐0.65

13 0.14 0.20 1.21 ‐0.74 0.21 0.24 1.65 ‐0.68 0.26 0.24 1.56 ‐0.61 0.20 0.21 1.29 ‐0.63

14 0.20 0.24 1.68 ‐0.61 0.41 0.38 3.07 ‐0.54 0.36 0.31 2.76 ‐0.63 0.33 0.31 2.39 ‐0.51

15 0.27 0.29 1.97 ‐0.51 0.62 0.45 3.20 ‐0.46 0.47 0.36 2.73 ‐0.51 0.52 0.40 2.76 ‐0.50

16 0.37 0.47 4.05 ‐0.48 0.66 0.69 4.86 ‐0.65 0.64 0.67 5.09 ‐0.64 0.55 0.57 4.09 ‐0.36

17 0.08 0.11 0.83 ‐1.15 0.06 0.11 0.69 ‐0.59 0.12 0.11 0.74 ‐0.53 0.11 0.11 0.71 ‐0.36

18 0.05 0.15 1.00 ‐0.70 0.00 0.00 0.00 0.00 0.08 0.17 1.00 ‐0.59 0.00 0.00 0.00 0.00

19 0.03 0.15 0.96 ‐0.69 ‐0.04 0.15 0.80 ‐0.73 0.07 0.16 0.91 ‐0.64 0.01 0.14 0.75 ‐0.78

20 0.11 0.16 0.96 ‐0.63 0.02 0.16 0.86 ‐0.69 0.16 0.17 1.05 ‐0.62 0.06 0.15 0.88 ‐0.69

21 0.16 0.18 1.05 ‐0.55 0.13 0.19 1.14 ‐0.51 0.26 0.20 1.27 ‐0.44 0.15 0.17 1.05 ‐0.59

22 0.16 0.20 1.26 ‐0.59 0.13 0.22 1.39 ‐0.63 0.27 0.24 1.59 ‐0.50 0.15 0.19 1.13 ‐0.53

23 0.10 0.21 1.50 ‐0.74 0.02 0.25 2.10 ‐0.74 0.06 0.23 1.88 ‐0.79 0.03 0.19 1.63 ‐0.72

24 0.23 0.29 2.22 ‐0.59 0.33 0.40 2.65 ‐0.60 0.30 0.37 2.64 ‐0.63 0.31 0.35 2.16 ‐0.49

25 0.01 0.10 0.61 ‐0.81 ‐0.03 0.09 0.57 ‐0.70 0.07 0.10 0.69 ‐0.49 0.01 0.09 0.57 ‐0.45

26 0.20 0.20 1.40 ‐0.58 0.18 0.19 1.40 ‐0.48 0.26 0.22 1.68 ‐0.34 0.24 0.20 1.50 ‐0.39

27 0.13 0.14 0.76 ‐0.53 0.14 0.13 0.82 ‐0.56 0.26 0.16 1.03 ‐0.39 0.19 0.14 0.95 ‐0.38

28 0.08 0.14 0.76 ‐0.52 0.15 0.15 0.91 ‐0.53 0.22 0.15 1.04 ‐0.41 0.19 0.15 0.91 ‐0.41

29 0.13 0.16 0.97 ‐0.49 0.16 0.17 1.13 ‐0.49 0.26 0.18 1.22 ‐0.39 0.17 0.15 0.96 ‐0.46

30 0.14 0.18 1.24 ‐0.48 0.27 0.24 1.63 ‐0.40 0.32 0.24 1.63 ‐0.35 0.26 0.21 1.48 ‐0.36

31 0.18 0.22 1.48 ‐0.56 0.32 0.28 1.85 ‐0.40 0.39 0.30 2.07 ‐0.43 0.30 0.26 1.72 ‐0.46

32 0.31 0.35 2.52 ‐0.65 0.29 0.34 2.25 ‐0.55 0.50 0.44 3.06 ‐0.51 0.28 0.30 1.80 ‐0.53

33 0.06 0.09 0.54 ‐0.73 0.04 0.08 0.52 ‐0.57 0.07 0.09 0.54 ‐0.41 0.07 0.09 0.52 ‐0.30

34 ‐0.01 0.12 0.67 ‐0.77 ‐0.02 0.12 0.63 ‐0.62 0.00 0.13 0.67 ‐0.56 0.03 0.12 0.63 ‐0.54

35 0.02 0.13 0.71 ‐0.65 0.06 0.13 0.79 ‐0.53 0.04 0.14 0.81 ‐0.59 0.10 0.13 0.78 ‐0.45

36 0.10 0.13 0.82 ‐0.46 0.06 0.15 0.82 ‐0.65 0.14 0.15 0.93 ‐0.57 0.10 0.14 0.77 ‐0.56

37 0.11 0.14 0.93 ‐0.51 0.12 0.16 0.95 ‐0.46 0.18 0.16 1.05 ‐0.45 0.14 0.15 0.93 ‐0.45

38 0.16 0.17 1.21 ‐0.49 0.20 0.20 1.34 ‐0.45 0.26 0.20 1.39 ‐0.38 0.20 0.18 1.20 ‐0.40

39 0.11 0.20 1.51 ‐0.77 0.12 0.25 1.57 ‐0.62 0.14 0.24 1.64 ‐0.53 0.11 0.22 1.47 ‐0.50

40 0.21 0.28 1.99 ‐0.71 0.23 0.29 2.09 ‐0.45 0.29 0.32 2.14 ‐0.51 0.22 0.25 1.72 ‐0.39

41 0.05 0.09 0.51 ‐0.52 ‐0.01 0.08 0.54 ‐0.68 0.08 0.08 0.55 ‐0.38 0.02 0.08 0.51 ‐0.44

42 0.14 0.15 1.03 ‐0.53 0.08 0.18 1.18 ‐0.66 0.18 0.18 1.31 ‐0.48 0.15 0.18 1.27 ‐0.64

43 0.05 0.11 0.69 ‐0.59 0.03 0.11 0.62 ‐0.55 0.08 0.12 0.69 ‐0.51 0.07 0.11 0.63 ‐0.48

44 0.08 0.12 0.79 ‐0.47 ‐0.01 0.12 0.68 ‐0.57 0.10 0.14 0.84 ‐0.49 0.03 0.12 0.62 ‐0.49

45 0.01 0.13 0.81 ‐0.62 0.02 0.14 0.85 ‐0.58 0.04 0.15 0.82 ‐0.65 0.03 0.13 0.75 ‐0.50

46 0.13 0.16 1.11 ‐0.47 0.00 0.00 0.00 0.00 0.17 0.19 1.26 ‐0.45 0.00 0.00 0.00 0.00

47 0.17 0.19 1.34 ‐0.49 0.16 0.20 1.28 ‐0.48 0.28 0.23 1.46 ‐0.46 0.17 0.21 1.13 ‐0.45

48 0.26 0.30 2.07 ‐0.67 0.20 0.26 1.69 ‐0.39 0.33 0.29 1.91 ‐0.39 0.18 0.23 1.48 ‐0.44

49 0.06 0.08 0.56 ‐0.62 ‐0.01 0.07 0.34 ‐0.73 0.09 0.08 0.51 ‐0.37 0.01 0.07 0.40 ‐0.43

50 0.00 0.12 0.67 ‐0.64 ‐0.07 0.11 0.51 ‐0.65 0.00 0.13 0.62 ‐0.62 ‐0.04 0.11 0.45 ‐0.59

51 0.01 0.12 0.69 ‐0.57 ‐0.07 0.12 0.56 ‐0.62 0.05 0.13 0.74 ‐0.52 ‐0.06 0.12 0.52 ‐0.58

52 0.03 0.13 0.73 ‐0.61 ‐0.02 0.13 0.70 ‐0.65 0.08 0.14 0.82 ‐0.55 ‐0.02 0.12 0.64 ‐0.52

53 0.07 0.13 0.80 ‐0.53 0.07 0.13 0.84 ‐0.48 0.13 0.15 0.93 ‐0.48 0.06 0.13 0.82 ‐0.42

54 0.07 0.15 0.92 ‐0.55 0.08 0.15 1.04 ‐0.49 0.14 0.17 1.07 ‐0.45 0.08 0.15 0.91 ‐0.45

55 0.05 0.18 1.31 ‐0.65 0.03 0.18 1.16 ‐0.55 0.06 0.20 1.22 ‐0.55 0.01 0.16 0.96 ‐0.53

56 0.17 0.26 1.85 ‐0.66 0.15 0.22 1.70 ‐0.40 0.20 0.22 1.69 ‐0.47 0.12 0.19 1.47 ‐0.40

57 0.01 0.08 0.42 ‐0.69 ‐0.03 0.07 0.32 ‐0.66 0.09 0.08 0.54 ‐0.42 0.01 0.07 0.41 ‐0.52

58 0.07 0.13 0.86 ‐0.52 0.09 0.14 0.97 ‐0.50 0.17 0.16 1.20 ‐0.38 0.16 0.15 0.90 ‐0.41

59 0.05 0.11 0.62 ‐0.52 0.04 0.11 0.64 ‐0.61 0.15 0.12 0.71 ‐0.37 0.10 0.11 0.65 ‐0.40

60 0.08 0.11 0.66 ‐0.45 0.03 0.11 0.68 ‐0.47 0.13 0.12 0.76 ‐0.37 0.06 0.12 0.69 ‐0.39

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.14 0.14 1.00 ‐0.35 0.06 0.13 0.99 ‐0.45 0.15 0.15 0.93 ‐0.37 0.06 0.13 0.79 ‐0.40

63 0.10 0.17 1.14 ‐0.46 0.08 0.16 1.07 ‐0.45 0.15 0.17 1.00 ‐0.42 0.05 0.15 0.87 ‐0.43

64 0.21 0.27 1.76 ‐0.68 0.09 0.19 1.37 ‐0.42 0.19 0.20 1.47 ‐0.41 0.04 0.16 1.19 ‐0.48

Table C30 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 290o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.53 0.47 3.19 ‐1.37 0.63 0.48 3.44 ‐0.73 0.72 0.52 3.28 ‐1.15 0.67 0.44 3.14 ‐0.48

2 0.78 0.80 4.62 ‐2.29 0.98 0.76 4.47 ‐1.50 1.09 0.87 5.08 ‐2.38 1.11 0.69 4.49 ‐0.90

3 0.75 0.77 4.37 ‐2.01 1.21 0.77 4.74 ‐1.25 1.09 0.86 5.14 ‐1.74 1.27 0.71 4.58 ‐0.88

4 0.86 0.79 4.73 ‐1.87 1.16 0.80 5.00 ‐1.32 1.20 0.87 5.68 ‐1.65 1.40 0.74 5.17 ‐0.77

5 1.01 0.87 5.56 ‐1.86 1.45 0.93 5.91 ‐0.84 1.42 1.01 6.68 ‐1.67 1.61 0.89 5.57 ‐0.54

6 0.90 0.66 4.67 ‐1.69 1.65 1.09 7.15 ‐0.75 1.28 0.85 6.00 ‐1.45 1.69 1.03 6.62 ‐0.46

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.42 0.37 3.18 ‐0.59 0.57 0.45 4.16 ‐0.60 0.53 0.41 3.68 ‐0.60 0.55 0.41 3.16 ‐0.50

9 0.12 0.15 1.21 ‐0.47 0.19 0.17 1.57 ‐0.42 0.18 0.16 1.14 ‐0.34 0.19 0.17 1.31 ‐0.31

10 0.34 0.25 1.68 ‐0.58 0.47 0.27 2.08 ‐0.37 0.44 0.27 2.04 ‐0.40 0.47 0.27 1.98 ‐0.32

11 0.29 0.21 1.45 ‐0.53 0.43 0.28 2.19 ‐0.39 0.43 0.24 1.72 ‐0.31 0.46 0.27 2.06 ‐0.35

12 0.27 0.21 1.61 ‐0.59 0.38 0.27 2.06 ‐0.64 0.40 0.24 1.51 ‐0.51 0.41 0.25 1.83 ‐0.41

13 0.34 0.26 1.82 ‐0.54 0.46 0.31 2.48 ‐0.63 0.55 0.31 2.04 ‐0.42 0.48 0.28 2.09 ‐0.36

14 0.46 0.33 2.21 ‐0.43 0.83 0.51 3.84 ‐0.43 0.75 0.43 2.75 ‐0.40 0.77 0.45 3.07 ‐0.28

15 0.58 0.38 2.61 ‐0.42 1.05 0.55 3.81 ‐0.40 0.91 0.48 3.12 ‐0.41 1.00 0.50 3.32 ‐0.29

16 0.97 0.75 5.11 ‐0.38 1.52 0.94 5.87 ‐0.35 1.60 1.01 6.10 ‐0.39 1.42 0.90 5.27 ‐0.31

17 0.16 0.13 0.87 ‐0.38 0.14 0.13 0.94 ‐0.33 0.20 0.13 0.94 ‐0.27 0.21 0.14 0.91 ‐0.21

18 0.18 0.18 1.25 ‐0.53 0.00 0.00 0.00 0.00 0.24 0.19 1.12 ‐0.46 0.00 0.00 0.00 0.00

19 0.13 0.18 1.35 ‐0.55 0.08 0.18 1.10 ‐0.68 0.19 0.19 1.14 ‐0.48 0.16 0.18 1.02 ‐0.57

20 0.24 0.20 1.30 ‐0.57 0.19 0.20 1.31 ‐0.61 0.34 0.22 1.38 ‐0.46 0.27 0.20 1.33 ‐0.42

21 0.32 0.23 1.54 ‐0.46 0.33 0.23 1.53 ‐0.47 0.50 0.26 1.66 ‐0.40 0.39 0.22 1.37 ‐0.33

22 0.39 0.29 1.89 ‐0.41 0.39 0.29 2.16 ‐0.49 0.56 0.31 1.99 ‐0.40 0.43 0.26 1.84 ‐0.33

23 0.40 0.36 2.49 ‐0.52 0.38 0.45 3.13 ‐0.53 0.41 0.42 2.67 ‐0.57 0.36 0.38 2.56 ‐0.50

24 0.64 0.50 3.69 ‐0.49 0.81 0.51 3.61 ‐0.54 0.80 0.53 3.37 ‐0.38 0.81 0.47 3.04 ‐0.31

25 0.06 0.12 0.90 ‐0.47 0.01 0.10 0.72 ‐0.54 0.12 0.12 1.12 ‐0.43 0.07 0.11 0.79 ‐0.38

26 0.34 0.25 2.03 ‐0.38 0.31 0.24 1.58 ‐0.45 0.43 0.27 1.94 ‐0.36 0.43 0.25 1.89 ‐0.28

27 0.25 0.17 1.21 ‐0.35 0.27 0.16 1.19 ‐0.46 0.42 0.19 1.26 ‐0.23 0.36 0.17 1.12 ‐0.23

28 0.22 0.19 1.35 ‐0.45 0.31 0.20 1.38 ‐0.36 0.40 0.20 1.30 ‐0.30 0.39 0.19 1.33 ‐0.24

29 0.31 0.22 1.49 ‐0.39 0.36 0.24 1.95 ‐0.38 0.49 0.25 1.79 ‐0.28 0.41 0.22 1.56 ‐0.27

30 0.34 0.25 1.73 ‐0.39 0.53 0.31 2.22 ‐0.30 0.61 0.31 2.00 ‐0.30 0.58 0.30 1.98 ‐0.22

31 0.41 0.28 2.12 ‐0.40 0.58 0.33 2.25 ‐0.30 0.69 0.34 2.25 ‐0.32 0.62 0.32 2.13 ‐0.23

32 0.81 0.56 3.73 ‐0.34 0.65 0.39 2.73 ‐0.44 1.02 0.54 3.82 ‐0.31 0.68 0.36 2.36 ‐0.28

33 0.10 0.09 0.66 ‐0.39 0.07 0.08 0.53 ‐0.32 0.12 0.09 0.56 ‐0.22 0.13 0.09 0.59 ‐0.26

34 0.05 0.14 0.94 ‐0.54 0.06 0.13 0.81 ‐0.50 0.08 0.14 0.78 ‐0.46 0.14 0.14 0.86 ‐0.43

35 0.12 0.17 1.07 ‐0.53 0.16 0.17 1.19 ‐0.48 0.18 0.18 1.06 ‐0.50 0.25 0.18 1.12 ‐0.36

36 0.24 0.18 1.26 ‐0.46 0.23 0.19 1.60 ‐0.55 0.32 0.20 1.30 ‐0.39 0.30 0.19 1.20 ‐0.44

37 0.27 0.19 1.38 ‐0.36 0.29 0.21 1.67 ‐0.40 0.38 0.22 1.44 ‐0.39 0.35 0.20 1.36 ‐0.31

38 0.36 0.24 1.63 ‐0.29 0.41 0.26 1.88 ‐0.31 0.49 0.26 1.73 ‐0.31 0.47 0.25 1.80 ‐0.25

39 0.38 0.31 2.09 ‐0.38 0.39 0.33 2.19 ‐0.48 0.42 0.33 1.90 ‐0.44 0.43 0.32 2.01 ‐0.34

40 0.60 0.43 2.90 ‐0.44 0.49 0.34 2.56 ‐0.41 0.60 0.36 2.45 ‐0.45 0.51 0.31 2.37 ‐0.22

41 0.10 0.09 0.67 ‐0.37 0.04 0.09 0.56 ‐0.42 0.13 0.10 0.78 ‐0.27 0.09 0.10 0.63 ‐0.32

42 0.23 0.17 1.30 ‐0.36 0.19 0.19 1.15 ‐0.52 0.31 0.21 1.44 ‐0.39 0.31 0.20 1.31 ‐0.42

43 0.14 0.13 0.85 ‐0.40 0.14 0.14 1.02 ‐0.44 0.22 0.15 0.98 ‐0.43 0.24 0.15 0.99 ‐0.36

44 0.20 0.16 1.08 ‐0.37 0.13 0.17 1.19 ‐0.55 0.27 0.18 1.20 ‐0.39 0.21 0.17 1.04 ‐0.37

45 0.17 0.18 1.08 ‐0.51 0.18 0.18 1.37 ‐0.55 0.21 0.19 1.17 ‐0.61 0.24 0.19 1.25 ‐0.39

46 0.32 0.22 1.58 ‐0.30 0.00 0.00 0.00 0.00 0.35 0.22 1.50 ‐0.37 0.00 0.00 0.00 0.00

47 0.40 0.27 1.77 ‐0.36 0.25 0.20 1.47 ‐0.50 0.41 0.22 1.56 ‐0.31 0.31 0.20 1.31 ‐0.34

48 0.64 0.41 2.94 ‐0.40 0.38 0.26 1.86 ‐0.39 0.54 0.28 1.92 ‐0.37 0.39 0.24 1.75 ‐0.28

49 0.09 0.08 0.50 ‐0.29 0.02 0.07 0.50 ‐0.34 0.14 0.09 0.60 ‐0.20 0.06 0.08 0.50 ‐0.26

50 0.07 0.14 0.76 ‐0.52 0.01 0.13 0.89 ‐0.57 0.10 0.15 0.84 ‐0.46 0.07 0.14 0.73 ‐0.42

51 0.10 0.16 0.94 ‐0.42 0.04 0.16 1.07 ‐0.59 0.18 0.17 1.06 ‐0.45 0.09 0.16 0.88 ‐0.49

52 0.16 0.17 1.11 ‐0.44 0.10 0.16 1.21 ‐0.54 0.23 0.18 1.21 ‐0.44 0.14 0.17 1.05 ‐0.45

53 0.20 0.17 1.21 ‐0.28 0.18 0.16 1.21 ‐0.41 0.27 0.18 1.27 ‐0.31 0.23 0.18 1.23 ‐0.34

54 0.25 0.20 1.42 ‐0.35 0.19 0.17 1.30 ‐0.42 0.28 0.19 1.27 ‐0.34 0.24 0.18 1.29 ‐0.32

55 0.31 0.28 1.95 ‐0.44 0.14 0.19 1.26 ‐0.46 0.22 0.22 1.33 ‐0.41 0.16 0.19 1.27 ‐0.48

56 0.51 0.38 2.65 ‐0.62 0.27 0.23 1.68 ‐0.30 0.34 0.23 1.73 ‐0.31 0.28 0.22 1.59 ‐0.26

57 0.06 0.08 0.46 ‐0.35 0.00 0.07 0.43 ‐0.44 0.14 0.09 0.63 ‐0.22 0.07 0.08 0.48 ‐0.26

58 0.12 0.14 0.80 ‐0.50 0.15 0.15 1.01 ‐0.41 0.29 0.17 1.26 ‐0.32 0.28 0.17 1.09 ‐0.31

59 0.15 0.14 0.90 ‐0.44 0.11 0.14 0.97 ‐0.62 0.26 0.14 1.04 ‐0.29 0.23 0.15 0.99 ‐0.26

60 0.20 0.14 1.01 ‐0.36 0.11 0.14 1.04 ‐0.43 0.23 0.15 1.16 ‐0.29 0.19 0.16 1.09 ‐0.35

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.29 0.18 1.39 ‐0.29 0.11 0.14 1.10 ‐0.36 0.21 0.14 1.02 ‐0.32 0.15 0.14 1.02 ‐0.30

63 0.26 0.22 1.58 ‐0.38 0.09 0.14 1.04 ‐0.39 0.18 0.14 0.90 ‐0.34 0.09 0.13 0.96 ‐0.43

64 0.51 0.35 2.42 ‐0.49 0.16 0.17 1.10 ‐0.35 0.30 0.18 1.25 ‐0.28 0.16 0.16 1.27 ‐0.34

Table C31 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 300o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.75 0.45 3.02 ‐1.16 0.73 0.42 3.10 ‐0.58 0.94 0.49 3.48 ‐0.94 0.84 0.41 2.99 ‐0.41

2 1.16 0.73 4.72 ‐1.91 1.19 0.65 4.48 ‐0.94 1.47 0.77 5.06 ‐1.11 1.37 0.59 4.52 ‐0.53

3 1.24 0.77 4.78 ‐2.04 1.60 0.76 5.27 ‐0.61 1.56 0.79 5.06 ‐1.09 1.62 0.64 5.07 ‐0.37

4 1.45 0.87 5.42 ‐1.58 1.47 0.71 4.85 ‐0.87 1.82 0.89 5.59 ‐0.67 1.93 0.73 5.12 ‐0.18

5 1.61 0.99 6.05 ‐1.75 2.09 0.98 6.46 ‐0.40 2.17 1.09 6.94 ‐0.41 2.41 0.95 6.51 0.00

6 1.18 0.69 5.39 ‐1.54 2.23 1.09 7.60 ‐0.36 1.65 0.80 6.00 ‐0.27 2.43 1.11 7.21 0.02

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.83 0.69 6.63 ‐0.44 1.03 0.70 7.71 ‐0.44 0.94 0.57 6.25 ‐0.29 0.98 0.55 5.52 ‐0.46

9 0.25 0.22 1.45 ‐0.46 0.30 0.23 1.65 ‐0.38 0.30 0.23 1.77 ‐0.35 0.33 0.23 1.46 ‐0.31

10 0.51 0.28 2.03 ‐0.43 0.64 0.32 2.45 ‐0.27 0.66 0.33 2.40 ‐0.24 0.72 0.33 2.29 ‐0.21

11 0.43 0.24 1.66 ‐0.45 0.62 0.32 2.34 ‐0.39 0.61 0.28 2.03 ‐0.26 0.73 0.31 2.30 ‐0.09

12 0.44 0.26 1.81 ‐0.63 0.57 0.31 2.13 ‐0.34 0.61 0.29 2.00 ‐0.24 0.64 0.29 2.11 ‐0.18

13 0.58 0.33 2.24 ‐0.58 0.75 0.41 3.05 ‐0.33 0.84 0.38 2.79 ‐0.16 0.81 0.38 2.73 ‐0.17

14 0.81 0.42 2.86 ‐0.40 1.24 0.57 4.03 ‐0.27 1.15 0.51 3.61 ‐0.12 1.25 0.54 3.90 ‐0.11

15 1.00 0.50 3.69 ‐0.32 1.44 0.59 4.24 ‐0.19 1.35 0.56 4.01 ‐0.04 1.50 0.57 4.21 0.03

16 1.88 0.87 5.78 ‐0.25 2.28 0.92 6.60 ‐0.15 2.47 0.99 6.86 ‐0.03 2.36 0.99 6.41 ‐0.01

17 0.24 0.13 0.89 ‐0.26 0.22 0.14 0.95 ‐0.24 0.29 0.15 1.20 ‐0.18 0.32 0.16 1.11 ‐0.20

18 0.29 0.20 1.35 ‐0.41 0.00 0.00 0.00 0.00 0.36 0.21 1.42 ‐0.36 0.00 0.00 0.00 0.00

19 0.25 0.22 1.32 ‐0.55 0.21 0.23 1.42 ‐0.70 0.31 0.23 1.47 ‐0.42 0.30 0.23 1.48 ‐0.49

20 0.41 0.25 1.56 ‐0.48 0.38 0.26 1.69 ‐0.70 0.54 0.27 1.87 ‐0.31 0.48 0.25 1.66 ‐0.33

21 0.53 0.27 1.94 ‐0.45 0.54 0.29 1.99 ‐0.38 0.72 0.30 2.08 ‐0.12 0.62 0.27 1.78 ‐0.14

22 0.68 0.35 2.37 ‐0.38 0.68 0.37 2.64 ‐0.34 0.85 0.37 2.69 ‐0.08 0.74 0.34 2.64 ‐0.19

23 0.79 0.49 3.44 ‐0.39 0.88 0.55 3.81 ‐0.39 0.90 0.54 3.40 ‐0.32 0.85 0.55 3.51 ‐0.30

24 1.28 0.68 4.67 ‐0.32 1.20 0.53 3.92 ‐0.31 1.28 0.60 4.34 ‐0.15 1.26 0.54 3.73 ‐0.21

25 0.11 0.14 0.94 ‐0.56 0.05 0.13 0.77 ‐0.53 0.17 0.15 1.11 ‐0.38 0.11 0.14 0.93 ‐0.45

26 0.48 0.26 1.84 ‐0.32 0.46 0.26 1.88 ‐0.31 0.59 0.30 2.17 ‐0.34 0.62 0.28 2.02 ‐0.16

27 0.39 0.20 1.34 ‐0.45 0.42 0.21 1.46 ‐0.54 0.57 0.22 1.69 ‐0.16 0.54 0.21 1.49 ‐0.11

28 0.41 0.24 1.56 ‐0.41 0.50 0.26 1.81 ‐0.37 0.59 0.26 1.85 ‐0.15 0.60 0.25 1.84 ‐0.10

29 0.53 0.27 1.92 ‐0.23 0.60 0.31 2.22 ‐0.25 0.72 0.31 2.31 ‐0.06 0.67 0.30 2.27 ‐0.18

30 0.59 0.31 2.42 ‐0.23 0.73 0.33 2.45 ‐0.23 0.82 0.33 2.55 ‐0.07 0.85 0.35 2.64 ‐0.06

31 0.73 0.37 3.12 ‐0.35 0.71 0.32 2.50 ‐0.20 0.83 0.32 2.50 ‐0.11 0.82 0.33 2.59 ‐0.13

32 1.40 0.62 4.22 ‐0.30 0.85 0.37 2.71 ‐0.34 1.30 0.49 3.64 0.02 0.91 0.36 2.78 ‐0.15

33 0.14 0.09 0.62 ‐0.28 0.10 0.09 0.55 ‐0.25 0.16 0.10 0.68 ‐0.23 0.17 0.10 0.68 ‐0.22

34 0.14 0.17 0.98 ‐0.55 0.16 0.17 1.11 ‐0.54 0.19 0.18 1.04 ‐0.38 0.26 0.18 1.07 ‐0.40

35 0.27 0.21 1.38 ‐0.60 0.32 0.24 1.48 ‐0.70 0.35 0.23 1.50 ‐0.37 0.42 0.23 1.48 ‐0.27

36 0.41 0.22 1.58 ‐0.31 0.40 0.25 1.48 ‐0.48 0.49 0.25 1.73 ‐0.31 0.49 0.25 1.71 ‐0.32

37 0.47 0.24 1.74 ‐0.29 0.43 0.25 1.85 ‐0.26 0.52 0.25 1.76 ‐0.18 0.53 0.26 1.89 ‐0.20

38 0.61 0.30 2.02 ‐0.19 0.53 0.27 1.97 ‐0.22 0.61 0.27 2.03 ‐0.09 0.63 0.28 2.22 ‐0.11

39 0.74 0.42 2.87 ‐0.38 0.54 0.29 2.22 ‐0.33 0.57 0.29 2.03 ‐0.26 0.62 0.30 2.43 ‐0.26

40 1.06 0.51 3.99 ‐0.28 0.65 0.33 2.43 ‐0.25 0.78 0.33 2.50 ‐0.20 0.69 0.31 2.45 ‐0.16

41 0.13 0.10 0.68 ‐0.38 0.09 0.11 0.61 ‐0.35 0.19 0.12 0.89 ‐0.19 0.15 0.12 0.80 ‐0.29

42 0.27 0.16 1.16 ‐0.38 0.26 0.18 1.13 ‐0.59 0.42 0.21 1.60 ‐0.27 0.43 0.21 1.55 ‐0.27

43 0.26 0.16 1.17 ‐0.36 0.24 0.18 1.16 ‐0.51 0.32 0.18 1.24 ‐0.42 0.36 0.19 1.28 ‐0.29

44 0.37 0.20 1.41 ‐0.43 0.23 0.19 1.29 ‐0.42 0.37 0.21 1.47 ‐0.39 0.34 0.21 1.43 ‐0.28

45 0.37 0.23 1.54 ‐0.71 0.24 0.19 1.24 ‐0.44 0.27 0.20 1.25 ‐0.44 0.33 0.21 1.62 ‐0.31

46 0.54 0.26 2.02 ‐0.49 0.00 0.00 0.00 0.00 0.37 0.19 1.45 ‐0.22 0.00 0.00 0.00 0.00

47 0.67 0.32 2.33 ‐0.20 0.24 0.17 1.34 ‐0.38 0.40 0.18 1.42 ‐0.16 0.31 0.17 1.34 ‐0.33

48 1.06 0.48 3.60 ‐0.18 0.45 0.24 1.61 ‐0.25 0.63 0.25 1.99 ‐0.08 0.49 0.23 1.95 ‐0.14

49 0.14 0.08 0.67 ‐0.35 0.06 0.09 0.62 ‐0.36 0.19 0.11 0.74 ‐0.21 0.12 0.10 0.63 ‐0.26

50 0.18 0.15 1.05 ‐0.49 0.12 0.17 0.98 ‐0.56 0.22 0.19 1.13 ‐0.42 0.19 0.18 0.98 ‐0.46

51 0.24 0.18 1.31 ‐0.53 0.14 0.19 1.10 ‐0.58 0.28 0.20 1.38 ‐0.46 0.20 0.20 1.16 ‐0.49

52 0.31 0.20 1.31 ‐0.59 0.15 0.17 1.19 ‐0.53 0.27 0.19 1.20 ‐0.37 0.21 0.19 1.26 ‐0.42

53 0.38 0.20 1.53 ‐0.39 0.20 0.16 1.09 ‐0.36 0.29 0.17 1.24 ‐0.28 0.26 0.18 1.49 ‐0.27

54 0.48 0.25 1.83 ‐0.32 0.20 0.15 1.21 ‐0.30 0.29 0.16 1.20 ‐0.20 0.26 0.16 1.60 ‐0.24

55 0.63 0.35 2.60 ‐0.31 0.16 0.15 1.07 ‐0.42 0.28 0.17 1.12 ‐0.39 0.21 0.15 0.99 ‐0.43

56 0.90 0.45 3.66 ‐0.27 0.31 0.21 1.55 ‐0.29 0.43 0.21 1.58 ‐0.15 0.37 0.21 1.52 ‐0.17

57 0.11 0.08 0.58 ‐0.26 0.02 0.08 0.49 ‐0.39 0.17 0.10 0.74 ‐0.24 0.10 0.10 0.64 ‐0.30

58 0.16 0.15 0.88 ‐0.52 0.14 0.16 0.87 ‐0.50 0.30 0.17 1.21 ‐0.28 0.31 0.18 1.21 ‐0.33

59 0.27 0.16 1.15 ‐0.46 0.08 0.17 0.86 ‐0.88 0.26 0.16 1.13 ‐0.32 0.25 0.17 1.20 ‐0.37

60 0.34 0.17 1.26 ‐0.51 0.11 0.14 0.91 ‐0.46 0.22 0.14 1.11 ‐0.30 0.19 0.16 1.28 ‐0.45

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.49 0.22 1.84 ‐0.31 0.08 0.11 0.90 ‐0.45 0.18 0.11 0.81 ‐0.23 0.13 0.11 0.84 ‐0.32

63 0.50 0.28 2.19 ‐0.32 0.07 0.12 0.76 ‐0.42 0.18 0.12 0.78 ‐0.34 0.10 0.12 0.73 ‐0.43

64 0.87 0.42 3.29 ‐0.34 0.18 0.14 0.96 ‐0.31 0.35 0.16 1.14 ‐0.12 0.23 0.15 1.06 ‐0.22

Table C32 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 310o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.78 0.37 2.97 ‐0.46 0.69 0.34 2.56 ‐0.39 1.01 0.42 3.16 ‐0.31 0.92 0.37 3.02 ‐0.25

2 1.22 0.57 4.38 ‐1.20 1.17 0.50 4.16 ‐0.48 1.57 0.62 5.10 ‐0.39 1.51 0.53 4.54 ‐0.24

3 1.43 0.66 4.40 ‐1.05 1.81 0.70 4.96 ‐0.28 1.89 0.71 5.35 ‐0.32 1.92 0.62 4.96 0.06

4 1.71 0.79 5.36 ‐0.48 1.57 0.60 4.47 ‐0.37 2.37 0.85 6.42 ‐0.16 2.43 0.77 5.80 0.22

5 1.70 0.87 6.14 ‐0.62 2.44 0.90 6.45 ‐0.08 2.74 1.03 7.25 0.02 3.10 1.00 7.33 0.16

6 1.24 0.59 4.67 ‐0.64 2.27 0.96 6.99 ‐0.11 1.87 0.75 5.42 ‐0.10 2.88 1.13 7.90 0.23

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 1.55 1.11 8.41 ‐0.38 1.74 1.25 9.68 ‐0.21 1.59 1.12 9.53 ‐0.18 1.58 1.02 10.54 ‐0.04

9 0.35 0.23 1.70 ‐0.36 0.40 0.23 1.61 ‐0.34 0.48 0.28 2.12 ‐0.28 0.53 0.26 1.71 ‐0.23

10 0.58 0.26 2.03 ‐0.23 0.74 0.31 2.17 ‐0.14 0.86 0.34 2.52 ‐0.08 1.01 0.36 2.70 ‐0.11

11 0.52 0.25 1.84 ‐0.42 0.67 0.29 2.12 ‐0.32 0.77 0.30 2.42 ‐0.16 0.90 0.32 2.57 ‐0.01

12 0.59 0.30 2.13 ‐0.38 0.70 0.34 2.41 ‐0.32 0.84 0.35 2.78 ‐0.18 0.87 0.35 2.67 ‐0.13

13 0.78 0.37 2.55 ‐0.32 0.95 0.44 3.06 ‐0.27 1.12 0.44 3.40 ‐0.03 1.14 0.46 3.52 ‐0.09

14 1.01 0.45 3.29 ‐0.21 1.36 0.53 3.86 ‐0.10 1.49 0.54 4.17 0.02 1.66 0.58 4.35 0.08

15 1.31 0.60 4.47 ‐0.19 1.56 0.57 4.20 0.04 1.70 0.59 5.38 0.18 1.91 0.62 4.88 0.25

16 2.04 0.77 6.24 ‐0.24 2.26 0.78 5.87 0.09 2.83 0.85 6.64 0.20 2.89 0.90 6.86 0.26

17 0.27 0.13 0.98 ‐0.20 0.26 0.13 0.99 ‐0.19 0.35 0.16 1.16 ‐0.13 0.40 0.15 1.18 ‐0.07

18 0.38 0.22 1.51 ‐0.36 0.00 0.00 0.00 0.00 0.49 0.25 1.89 ‐0.20 0.00 0.00 0.00 0.00

19 0.39 0.25 1.70 ‐0.54 0.37 0.28 1.71 ‐0.54 0.50 0.30 2.11 ‐0.31 0.48 0.29 1.89 ‐0.46

20 0.57 0.28 1.98 ‐0.36 0.56 0.30 2.03 ‐0.40 0.73 0.33 2.56 ‐0.22 0.69 0.31 2.13 ‐0.27

21 0.73 0.31 2.27 ‐0.21 0.67 0.32 2.13 ‐0.26 0.89 0.35 2.86 ‐0.02 0.84 0.33 2.65 ‐0.12

22 0.94 0.39 3.07 ‐0.11 0.83 0.38 2.80 ‐0.20 1.06 0.42 3.70 0.04 1.03 0.42 3.15 ‐0.05

23 1.18 0.57 4.51 ‐0.21 1.06 0.49 3.88 ‐0.28 1.21 0.52 4.58 ‐0.28 1.28 0.55 4.15 ‐0.22

24 1.78 0.74 5.82 ‐0.11 1.26 0.49 3.86 ‐0.16 1.56 0.61 5.00 ‐0.03 1.51 0.54 4.20 0.11

25 0.16 0.12 0.89 ‐0.39 0.09 0.13 0.77 ‐0.55 0.23 0.16 1.05 ‐0.36 0.17 0.14 1.03 ‐0.44

26 0.46 0.22 1.73 ‐0.28 0.47 0.23 1.68 ‐0.27 0.68 0.28 1.97 ‐0.20 0.74 0.26 2.18 ‐0.09

27 0.51 0.22 1.55 ‐0.24 0.48 0.23 1.57 ‐0.26 0.68 0.26 2.05 ‐0.11 0.69 0.25 1.78 ‐0.08

28 0.60 0.26 1.92 ‐0.30 0.56 0.28 1.99 ‐0.26 0.70 0.30 2.13 ‐0.19 0.76 0.31 2.21 ‐0.13

29 0.70 0.30 2.56 ‐0.19 0.60 0.29 2.26 ‐0.20 0.80 0.33 2.49 ‐0.11 0.83 0.34 2.57 ‐0.13

30 0.84 0.38 2.91 ‐0.12 0.62 0.29 2.25 ‐0.13 0.80 0.33 2.94 ‐0.02 0.88 0.33 2.62 ‐0.01

31 1.11 0.51 3.88 ‐0.14 0.52 0.25 1.89 ‐0.27 0.75 0.27 2.34 ‐0.04 0.77 0.29 2.21 ‐0.13

32 1.75 0.63 4.91 0.05 0.82 0.34 2.50 ‐0.25 1.36 0.43 3.79 0.06 1.04 0.36 3.54 0.11

33 0.17 0.09 0.66 ‐0.20 0.14 0.11 0.75 ‐0.30 0.23 0.13 0.91 ‐0.23 0.23 0.12 0.87 ‐0.19

34 0.28 0.18 1.16 ‐0.35 0.26 0.20 1.20 ‐0.40 0.35 0.23 1.59 ‐0.39 0.40 0.22 1.44 ‐0.36

35 0.44 0.23 1.66 ‐0.38 0.42 0.26 1.72 ‐0.41 0.47 0.28 1.84 ‐0.37 0.56 0.29 2.01 ‐0.31

36 0.56 0.25 1.91 ‐0.19 0.38 0.24 1.74 ‐0.42 0.51 0.27 2.12 ‐0.39 0.55 0.29 1.99 ‐0.34

37 0.63 0.27 2.00 ‐0.15 0.38 0.23 1.79 ‐0.25 0.50 0.26 2.22 ‐0.18 0.54 0.26 1.96 ‐0.21

38 0.84 0.33 2.55 ‐0.09 0.44 0.22 1.76 ‐0.20 0.57 0.24 1.96 ‐0.07 0.60 0.24 1.99 ‐0.08

39 1.13 0.49 3.90 ‐0.16 0.44 0.22 1.62 ‐0.32 0.57 0.23 2.00 ‐0.20 0.63 0.25 1.94 ‐0.20

40 1.47 0.58 5.03 ‐0.19 0.64 0.30 2.27 ‐0.16 0.87 0.31 2.51 0.05 0.83 0.32 2.57 ‐0.01

41 0.16 0.09 0.66 ‐0.22 0.09 0.12 0.66 ‐0.47 0.22 0.14 0.91 ‐0.31 0.18 0.15 0.89 ‐0.41

42 0.31 0.16 1.05 ‐0.37 0.20 0.18 1.08 ‐0.50 0.40 0.21 1.56 ‐0.38 0.41 0.22 1.52 ‐0.42

43 0.38 0.18 1.34 ‐0.22 0.19 0.18 1.18 ‐0.44 0.29 0.20 1.51 ‐0.41 0.35 0.22 1.58 ‐0.36

44 0.52 0.23 1.73 ‐0.11 0.15 0.17 1.29 ‐0.46 0.31 0.20 1.61 ‐0.40 0.29 0.21 1.51 ‐0.39

45 0.57 0.26 1.91 ‐0.26 0.14 0.15 1.03 ‐0.49 0.19 0.16 1.31 ‐0.48 0.25 0.17 1.34 ‐0.45

46 0.73 0.31 2.57 ‐0.20 0.00 0.00 0.00 0.00 0.31 0.15 1.41 ‐0.25 0.00 0.00 0.00 0.00

47 0.90 0.39 3.28 ‐0.14 0.22 0.14 0.93 ‐0.36 0.40 0.16 1.18 ‐0.14 0.32 0.16 1.31 ‐0.29

48 1.48 0.57 4.87 ‐0.08 0.41 0.21 1.48 ‐0.28 0.67 0.24 1.98 0.04 0.61 0.24 1.99 ‐0.06

49 0.17 0.09 0.73 ‐0.17 0.08 0.10 0.62 ‐0.35 0.21 0.13 0.87 ‐0.36 0.14 0.13 0.79 ‐0.34

50 0.29 0.16 1.16 ‐0.32 0.16 0.17 1.05 ‐0.47 0.27 0.19 1.33 ‐0.49 0.24 0.20 1.33 ‐0.42

51 0.38 0.20 1.47 ‐0.24 0.12 0.17 1.07 ‐0.59 0.25 0.19 1.46 ‐0.50 0.20 0.20 1.48 ‐0.41

52 0.48 0.22 1.76 ‐0.19 0.09 0.14 0.88 ‐0.61 0.19 0.16 1.18 ‐0.49 0.16 0.16 1.17 ‐0.51

53 0.55 0.24 1.93 ‐0.13 0.13 0.12 0.87 ‐0.39 0.24 0.13 1.17 ‐0.34 0.22 0.14 1.19 ‐0.28

54 0.70 0.28 2.30 ‐0.11 0.15 0.12 0.94 ‐0.29 0.27 0.13 1.00 ‐0.16 0.25 0.13 1.01 ‐0.26

55 0.97 0.42 3.61 ‐0.28 0.15 0.13 0.82 ‐0.41 0.32 0.15 1.07 ‐0.25 0.26 0.15 1.12 ‐0.30

56 1.31 0.53 4.33 ‐0.13 0.24 0.17 1.14 ‐0.29 0.47 0.20 1.47 ‐0.10 0.44 0.21 1.55 ‐0.18

57 0.17 0.09 0.68 ‐0.23 0.02 0.09 0.52 ‐0.43 0.14 0.11 0.79 ‐0.39 0.07 0.11 0.69 ‐0.40

58 0.23 0.16 1.06 ‐0.34 0.05 0.16 0.83 ‐0.59 0.22 0.16 1.09 ‐0.45 0.21 0.17 1.24 ‐0.48

59 0.39 0.18 1.34 ‐0.31 0.00 0.18 0.93 ‐0.82 0.19 0.14 1.15 ‐0.49 0.17 0.16 1.32 ‐0.44

60 0.47 0.20 1.57 ‐0.22 0.07 0.14 1.00 ‐0.53 0.16 0.13 1.09 ‐0.53 0.15 0.14 1.28 ‐0.39

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.63 0.28 2.27 ‐0.23 0.06 0.11 0.60 ‐0.44 0.18 0.11 0.79 ‐0.35 0.14 0.12 0.84 ‐0.52

63 0.84 0.38 3.05 ‐0.32 0.07 0.10 0.54 ‐0.47 0.20 0.12 0.78 ‐0.23 0.17 0.12 0.67 ‐0.31

64 1.27 0.51 3.92 ‐0.25 0.13 0.12 0.86 ‐0.32 0.35 0.15 1.08 ‐0.11 0.31 0.17 1.14 ‐0.19

Table C33 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 320o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.77 0.33 2.42 ‐0.22 0.64 0.29 2.35 ‐0.26 0.92 0.35 2.77 ‐0.13 0.83 0.31 2.55 ‐0.16

2 1.22 0.49 3.65 ‐0.33 1.13 0.43 3.58 ‐0.19 1.46 0.50 4.33 ‐0.11 1.42 0.45 3.55 ‐0.06

3 1.45 0.62 4.37 ‐0.23 1.94 0.68 5.23 0.11 1.93 0.64 4.88 ‐0.04 1.89 0.58 4.22 0.05

4 1.69 0.75 5.38 ‐0.13 1.63 0.58 4.66 0.02 2.48 0.79 6.20 0.13 2.50 0.74 5.52 0.24

5 1.51 0.73 5.34 ‐0.02 2.52 0.84 6.71 0.37 2.58 0.90 6.63 0.32 3.08 0.92 6.86 0.37

6 1.26 0.53 4.33 ‐0.13 2.13 0.82 6.33 0.21 1.87 0.65 4.84 0.28 2.63 0.96 6.75 0.15

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 2.17 1.06 8.20 ‐0.18 2.70 1.39 9.51 ‐0.03 2.60 1.52 9.30 ‐0.02 2.75 1.63 10.45 ‐0.02

9 0.36 0.20 1.39 ‐0.32 0.44 0.23 1.47 ‐0.29 0.57 0.27 1.75 ‐0.27 0.58 0.25 1.76 ‐0.22

10 0.60 0.24 1.91 ‐0.21 0.75 0.29 2.14 ‐0.17 0.86 0.31 2.27 ‐0.09 0.99 0.31 2.40 0.07

11 0.60 0.27 2.02 ‐0.33 0.65 0.30 2.16 ‐0.34 0.80 0.31 2.33 ‐0.09 0.83 0.31 2.11 ‐0.06

12 0.73 0.33 2.46 ‐0.39 0.77 0.37 2.67 ‐0.26 0.94 0.38 2.65 ‐0.05 0.95 0.38 2.86 ‐0.10

13 0.91 0.38 3.00 ‐0.24 0.97 0.45 3.19 ‐0.28 1.16 0.45 3.34 ‐0.01 1.22 0.47 3.38 ‐0.04

14 1.15 0.45 3.79 ‐0.12 1.19 0.49 3.69 ‐0.07 1.43 0.51 3.83 0.17 1.55 0.53 3.90 0.00

15 1.56 0.62 4.94 ‐0.12 1.34 0.54 4.09 0.01 1.63 0.59 4.75 0.22 1.75 0.58 4.62 0.11

16 1.97 0.70 6.19 0.03 1.72 0.66 5.09 0.13 2.25 0.72 5.78 0.23 2.28 0.73 5.86 0.21

17 0.28 0.13 1.07 ‐0.21 0.26 0.15 1.13 ‐0.25 0.36 0.16 1.11 ‐0.26 0.36 0.15 1.14 ‐0.12

18 0.45 0.22 1.77 ‐0.23 0.00 0.00 0.00 0.00 0.59 0.28 1.96 ‐0.27 0.00 0.00 0.00 0.00

19 0.54 0.27 2.14 ‐0.41 0.48 0.31 2.13 ‐0.49 0.65 0.34 2.28 ‐0.34 0.61 0.32 2.01 ‐0.31

20 0.71 0.30 2.53 ‐0.19 0.57 0.32 2.38 ‐0.37 0.77 0.35 2.45 ‐0.18 0.75 0.34 2.28 ‐0.28

21 0.86 0.33 2.84 ‐0.11 0.61 0.32 2.25 ‐0.22 0.84 0.35 2.68 ‐0.12 0.82 0.35 2.49 ‐0.18

22 1.06 0.39 3.28 ‐0.06 0.70 0.35 2.72 ‐0.18 0.94 0.38 3.08 0.03 0.95 0.39 2.97 ‐0.12

23 1.48 0.64 5.53 ‐0.11 0.93 0.47 3.48 ‐0.19 1.12 0.48 4.06 ‐0.01 1.23 0.53 3.98 ‐0.05

24 1.98 0.72 6.38 0.02 1.22 0.53 4.31 ‐0.10 1.50 0.57 4.37 0.00 1.48 0.55 4.50 0.00

25 0.18 0.11 0.72 ‐0.43 0.08 0.12 0.74 ‐0.56 0.22 0.15 1.06 ‐0.42 0.14 0.13 0.84 ‐0.43

26 0.42 0.20 1.39 ‐0.30 0.34 0.22 1.55 ‐0.51 0.53 0.25 1.82 ‐0.37 0.53 0.25 1.62 ‐0.29

27 0.58 0.23 1.78 ‐0.13 0.35 0.23 1.82 ‐0.44 0.55 0.27 1.98 ‐0.37 0.52 0.26 1.83 ‐0.42

28 0.71 0.28 2.30 ‐0.13 0.38 0.23 1.70 ‐0.43 0.51 0.26 2.05 ‐0.41 0.55 0.27 2.01 ‐0.32

29 0.83 0.34 2.98 ‐0.10 0.37 0.21 1.61 ‐0.27 0.55 0.25 2.09 ‐0.30 0.55 0.24 1.84 ‐0.19

30 1.02 0.41 3.57 ‐0.06 0.44 0.23 1.94 ‐0.29 0.60 0.28 2.32 ‐0.27 0.60 0.26 2.16 ‐0.11

31 1.40 0.56 4.84 ‐0.09 0.38 0.20 1.40 ‐0.27 0.61 0.22 1.80 ‐0.20 0.50 0.23 1.63 ‐0.27

32 1.95 0.66 5.97 0.14 0.71 0.34 2.38 ‐0.28 1.19 0.39 3.36 0.08 1.03 0.37 2.87 ‐0.01

33 0.20 0.10 0.68 ‐0.21 0.13 0.12 0.88 ‐0.34 0.22 0.14 1.02 ‐0.27 0.20 0.14 0.89 ‐0.37

34 0.38 0.18 1.40 ‐0.26 0.24 0.19 1.33 ‐0.44 0.35 0.23 1.57 ‐0.37 0.35 0.23 1.44 ‐0.43

35 0.55 0.24 1.81 ‐0.21 0.32 0.21 1.63 ‐0.40 0.37 0.23 1.96 ‐0.38 0.42 0.25 1.76 ‐0.42

36 0.68 0.27 2.05 ‐0.08 0.23 0.18 1.28 ‐0.55 0.33 0.20 1.81 ‐0.47 0.32 0.21 1.51 ‐0.62

37 0.78 0.30 2.36 ‐0.04 0.26 0.16 1.35 ‐0.29 0.36 0.19 1.57 ‐0.39 0.35 0.20 1.56 ‐0.27

38 0.97 0.34 2.82 ‐0.02 0.33 0.17 1.27 ‐0.27 0.46 0.17 1.28 ‐0.12 0.49 0.20 1.54 ‐0.13

39 1.40 0.55 4.87 ‐0.03 0.33 0.17 1.21 ‐0.29 0.50 0.19 1.47 ‐0.20 0.52 0.21 1.48 ‐0.30

40 1.81 0.65 5.65 0.02 0.48 0.26 1.99 ‐0.21 0.78 0.28 2.35 ‐0.08 0.81 0.31 2.57 0.00

41 0.19 0.10 0.74 ‐0.20 0.03 0.11 0.66 ‐0.58 0.15 0.13 0.87 ‐0.35 0.10 0.13 0.82 ‐0.43

42 0.34 0.17 1.11 ‐0.30 0.10 0.15 0.99 ‐0.59 0.24 0.18 1.44 ‐0.44 0.21 0.18 1.17 ‐0.55

43 0.46 0.20 1.53 ‐0.19 0.12 0.16 1.18 ‐0.49 0.17 0.17 1.31 ‐0.56 0.20 0.18 1.27 ‐0.62

44 0.64 0.25 2.07 ‐0.12 0.11 0.16 1.14 ‐0.54 0.23 0.16 1.24 ‐0.40 0.19 0.18 1.26 ‐0.50

45 0.71 0.29 2.71 ‐0.21 0.12 0.14 1.02 ‐0.48 0.16 0.16 1.03 ‐0.56 0.20 0.17 1.15 ‐0.47

46 0.89 0.35 2.75 ‐0.08 0.00 0.00 0.00 0.00 0.27 0.14 1.01 ‐0.42 0.00 0.00 0.00 0.00

47 1.21 0.49 3.93 ‐0.05 0.17 0.13 0.75 ‐0.35 0.35 0.14 0.96 ‐0.22 0.35 0.16 1.10 ‐0.20

48 1.83 0.61 5.63 0.03 0.26 0.18 1.26 ‐0.24 0.52 0.21 1.77 ‐0.06 0.55 0.22 1.70 ‐0.11

49 0.21 0.10 0.82 ‐0.27 0.08 0.11 0.74 ‐0.41 0.16 0.12 0.89 ‐0.30 0.10 0.12 0.86 ‐0.49

50 0.38 0.18 1.30 ‐0.30 0.18 0.16 1.21 ‐0.53 0.21 0.16 1.37 ‐0.56 0.18 0.17 1.29 ‐0.57

51 0.49 0.22 1.74 ‐0.25 0.15 0.19 1.30 ‐0.67 0.20 0.17 1.37 ‐0.57 0.16 0.18 1.33 ‐0.54

52 0.60 0.25 1.99 ‐0.12 0.12 0.16 1.16 ‐0.56 0.21 0.17 1.29 ‐0.58 0.16 0.18 1.14 ‐0.61

53 0.70 0.27 2.19 ‐0.12 0.12 0.13 0.97 ‐0.46 0.24 0.14 1.18 ‐0.27 0.22 0.15 1.18 ‐0.37

54 0.86 0.31 2.58 0.01 0.12 0.12 0.78 ‐0.47 0.25 0.13 1.05 ‐0.27 0.25 0.14 1.15 ‐0.27

55 1.28 0.50 4.26 ‐0.02 0.12 0.11 0.65 ‐0.38 0.28 0.13 0.90 ‐0.19 0.26 0.14 0.97 ‐0.24

56 1.68 0.59 5.07 0.16 0.14 0.13 0.80 ‐0.31 0.36 0.17 1.24 ‐0.10 0.35 0.18 1.29 ‐0.21

57 0.22 0.10 0.74 ‐0.25 0.03 0.11 0.74 ‐0.46 0.12 0.11 0.90 ‐0.42 0.05 0.11 0.71 ‐0.45

58 0.31 0.17 1.25 ‐0.36 0.09 0.18 1.08 ‐0.69 0.19 0.16 1.24 ‐0.52 0.17 0.17 1.25 ‐0.47

59 0.49 0.20 1.64 ‐0.27 0.04 0.19 1.08 ‐0.72 0.20 0.16 1.42 ‐0.44 0.18 0.18 1.22 ‐0.51

60 0.60 0.24 2.01 ‐0.12 0.10 0.15 1.15 ‐0.57 0.20 0.15 1.41 ‐0.49 0.18 0.16 1.28 ‐0.60

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.83 0.34 2.89 ‐0.08 0.04 0.11 0.68 ‐0.51 0.18 0.12 1.00 ‐0.32 0.17 0.13 0.87 ‐0.40

63 1.13 0.45 3.78 ‐0.01 0.03 0.10 0.49 ‐0.49 0.19 0.11 0.76 ‐0.31 0.17 0.12 0.72 ‐0.31

64 1.66 0.59 4.98 0.13 0.06 0.11 0.63 ‐0.38 0.25 0.13 0.94 ‐0.19 0.24 0.15 0.99 ‐0.25

Table C34 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 330o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.72 0.30 2.22 ‐0.17 0.58 0.28 2.05 ‐0.25 0.86 0.35 2.77 ‐0.06 0.80 0.31 2.60 ‐0.09

2 1.16 0.47 3.49 ‐0.10 1.08 0.45 3.44 ‐0.17 1.39 0.52 4.33 ‐0.02 1.43 0.49 4.15 0.09

3 1.23 0.57 3.94 ‐0.14 1.82 0.68 5.06 ‐0.06 1.85 0.65 5.40 0.01 1.94 0.64 5.14 0.17

4 1.33 0.63 4.77 ‐0.06 1.51 0.61 4.78 ‐0.02 2.28 0.78 5.99 0.17 2.55 0.78 6.42 0.40

5 1.18 0.53 4.39 ‐0.01 2.06 0.80 5.73 0.02 2.06 0.76 6.16 0.27 2.84 0.88 7.40 0.51

6 1.18 0.47 3.50 0.01 1.63 0.69 5.42 ‐0.05 1.69 0.59 5.43 0.27 2.24 0.77 6.53 0.30

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 2.28 0.87 7.33 0.17 2.76 1.11 7.93 ‐0.02 3.18 1.15 8.35 ‐0.04 3.43 1.26 9.72 0.00

9 0.30 0.16 1.38 ‐0.27 0.36 0.22 1.49 ‐0.37 0.51 0.24 1.86 ‐0.29 0.53 0.25 1.67 ‐0.18

10 0.59 0.23 1.84 ‐0.16 0.57 0.30 1.99 ‐0.32 0.72 0.31 2.42 ‐0.39 0.84 0.32 2.39 ‐0.05

11 0.65 0.28 2.25 ‐0.15 0.43 0.32 2.09 ‐0.52 0.65 0.33 2.44 ‐0.56 0.69 0.33 2.44 ‐0.46

12 0.80 0.33 2.49 ‐0.08 0.50 0.36 2.37 ‐0.58 0.77 0.37 2.97 ‐0.44 0.84 0.39 2.79 ‐0.26

13 0.94 0.37 2.85 0.02 0.59 0.39 2.78 ‐0.45 0.90 0.40 3.38 ‐0.24 1.00 0.43 3.15 ‐0.18

14 1.18 0.45 3.52 0.09 0.69 0.38 3.04 ‐0.34 1.01 0.40 3.46 ‐0.08 1.14 0.43 3.54 0.03

15 1.68 0.64 5.23 0.23 0.85 0.44 3.30 ‐0.36 1.30 0.49 3.85 0.04 1.36 0.51 4.16 ‐0.02

16 1.99 0.72 5.69 0.39 1.29 0.56 4.51 ‐0.24 1.68 0.60 4.75 ‐0.10 1.74 0.63 5.43 0.05

17 0.26 0.12 0.89 ‐0.19 0.17 0.16 1.09 ‐0.45 0.28 0.18 1.24 ‐0.36 0.26 0.18 1.20 ‐0.31

18 0.51 0.23 1.60 ‐0.31 0.00 0.00 0.00 0.00 0.50 0.29 2.32 ‐0.40 0.00 0.00 0.00 0.00

19 0.64 0.28 2.01 ‐0.25 0.31 0.26 1.72 ‐0.64 0.53 0.30 2.40 ‐0.54 0.51 0.30 2.18 ‐0.56

20 0.79 0.32 2.57 ‐0.12 0.31 0.24 1.74 ‐0.43 0.55 0.28 2.31 ‐0.38 0.53 0.28 2.16 ‐0.34

21 0.94 0.36 2.91 ‐0.09 0.32 0.22 1.90 ‐0.48 0.58 0.26 2.14 ‐0.24 0.56 0.26 2.01 ‐0.22

22 1.11 0.41 3.37 0.11 0.37 0.24 1.92 ‐0.50 0.69 0.28 2.21 ‐0.14 0.70 0.30 2.45 ‐0.15

23 1.63 0.67 5.44 0.12 0.57 0.37 2.68 ‐0.40 0.90 0.39 2.98 ‐0.13 1.08 0.47 3.72 ‐0.20

24 2.13 0.74 6.05 0.34 0.91 0.54 4.07 ‐0.44 1.35 0.53 4.25 ‐0.10 1.51 0.59 4.77 0.03

25 0.19 0.11 0.75 ‐0.37 0.01 0.11 0.69 ‐0.59 0.11 0.14 0.95 ‐0.55 0.03 0.12 0.84 ‐0.64

26 0.44 0.21 1.54 ‐0.33 0.15 0.17 1.18 ‐0.63 0.25 0.19 1.42 ‐0.59 0.20 0.20 1.46 ‐0.54

27 0.63 0.26 2.06 ‐0.24 0.18 0.17 1.21 ‐0.59 0.28 0.19 1.55 ‐0.54 0.23 0.19 1.62 ‐0.54

28 0.79 0.31 2.71 ‐0.26 0.21 0.16 1.27 ‐0.50 0.27 0.18 1.50 ‐0.53 0.29 0.18 1.46 ‐0.69

29 0.94 0.38 3.11 ‐0.30 0.21 0.15 1.20 ‐0.42 0.36 0.17 1.40 ‐0.36 0.33 0.18 1.27 ‐0.33

30 1.12 0.42 3.38 ‐0.08 0.26 0.18 1.53 ‐0.43 0.45 0.21 1.74 ‐0.21 0.48 0.23 1.91 ‐0.29

31 1.62 0.62 5.04 ‐0.01 0.23 0.16 1.15 ‐0.40 0.51 0.20 1.54 ‐0.23 0.47 0.22 1.58 ‐0.34

32 2.11 0.71 5.94 0.12 0.35 0.28 2.12 ‐0.40 0.90 0.35 2.84 ‐0.08 0.90 0.36 3.13 ‐0.15

33 0.22 0.10 0.83 ‐0.20 0.07 0.11 0.92 ‐0.54 0.12 0.12 0.91 ‐0.40 0.08 0.11 0.82 ‐0.51

34 0.45 0.20 1.48 ‐0.13 0.17 0.16 1.36 ‐0.72 0.22 0.17 1.41 ‐0.52 0.19 0.17 1.36 ‐0.58

35 0.64 0.26 2.05 ‐0.23 0.24 0.18 1.60 ‐0.70 0.26 0.19 1.62 ‐0.57 0.26 0.19 1.56 ‐0.62

36 0.79 0.31 2.63 ‐0.12 0.20 0.17 1.37 ‐0.82 0.27 0.18 1.55 ‐0.57 0.26 0.19 1.35 ‐0.92

37 0.91 0.34 2.85 0.04 0.17 0.15 1.12 ‐0.53 0.29 0.17 1.49 ‐0.46 0.26 0.18 1.36 ‐0.34

38 1.06 0.37 3.17 0.09 0.18 0.14 0.89 ‐0.40 0.34 0.16 1.33 ‐0.49 0.35 0.17 1.28 ‐0.17

39 1.62 0.62 5.37 0.14 0.17 0.14 0.87 ‐0.44 0.40 0.17 1.39 ‐0.22 0.38 0.18 1.34 ‐0.19

40 2.06 0.71 5.81 0.34 0.21 0.18 1.39 ‐0.31 0.54 0.25 2.03 ‐0.20 0.58 0.26 2.05 ‐0.19

41 0.23 0.11 0.78 ‐0.19 0.03 0.13 0.84 ‐0.58 0.11 0.12 0.91 ‐0.62 0.05 0.12 0.78 ‐0.46

42 0.40 0.19 1.27 ‐0.21 0.11 0.18 1.33 ‐0.71 0.19 0.17 1.42 ‐0.55 0.13 0.17 1.17 ‐0.72

43 0.55 0.23 1.76 ‐0.19 0.15 0.19 1.42 ‐0.75 0.20 0.19 1.68 ‐0.63 0.16 0.19 1.54 ‐0.61

44 0.74 0.29 2.40 0.01 0.13 0.17 1.33 ‐0.71 0.25 0.18 1.71 ‐0.51 0.18 0.19 1.59 ‐0.67

45 0.84 0.33 2.73 ‐0.24 0.10 0.15 1.06 ‐0.76 0.20 0.17 1.54 ‐0.58 0.18 0.17 1.61 ‐0.70

46 1.02 0.38 3.04 0.01 0.00 0.00 0.00 0.00 0.22 0.14 1.04 ‐0.43 0.00 0.00 0.00 0.00

47 1.47 0.55 4.57 0.17 0.06 0.11 0.58 ‐0.43 0.22 0.13 0.83 ‐0.52 0.21 0.14 0.89 ‐0.30

48 2.04 0.67 5.71 0.41 0.09 0.13 0.74 ‐0.36 0.30 0.17 1.21 ‐0.44 0.30 0.18 1.21 ‐0.26

49 0.25 0.11 0.83 ‐0.16 0.09 0.13 0.99 ‐0.49 0.15 0.11 1.01 ‐0.39 0.07 0.11 0.83 ‐0.39

50 0.46 0.20 1.53 ‐0.17 0.21 0.19 1.47 ‐0.77 0.24 0.17 1.54 ‐0.53 0.17 0.17 1.23 ‐0.59

51 0.58 0.25 1.97 ‐0.19 0.16 0.21 1.63 ‐0.87 0.21 0.21 1.79 ‐0.71 0.19 0.19 1.55 ‐0.63

52 0.71 0.28 2.16 ‐0.05 0.13 0.18 1.47 ‐0.85 0.26 0.19 1.72 ‐0.58 0.19 0.18 1.59 ‐0.47

53 0.83 0.31 2.56 ‐0.02 0.08 0.14 0.97 ‐0.76 0.23 0.17 1.50 ‐0.60 0.18 0.17 1.56 ‐0.39

54 0.99 0.34 2.82 0.09 0.04 0.11 0.66 ‐0.63 0.20 0.14 1.22 ‐0.51 0.17 0.15 1.30 ‐0.51

55 1.52 0.58 4.69 0.19 0.04 0.10 0.56 ‐0.51 0.19 0.13 0.92 ‐0.43 0.16 0.13 0.95 ‐0.53

56 1.97 0.67 6.06 0.31 0.04 0.10 0.61 ‐0.32 0.19 0.14 0.85 ‐0.34 0.18 0.14 0.84 ‐0.42

57 0.25 0.11 0.97 ‐0.15 0.06 0.13 0.94 ‐0.67 0.15 0.12 1.00 ‐0.36 0.05 0.11 0.73 ‐0.46

58 0.40 0.19 1.42 ‐0.33 0.14 0.19 1.44 ‐0.74 0.23 0.17 1.54 ‐0.51 0.14 0.16 1.32 ‐0.60

59 0.58 0.23 1.89 ‐0.11 0.09 0.19 1.55 ‐0.82 0.25 0.19 1.81 ‐0.55 0.16 0.19 1.66 ‐0.56

60 0.71 0.27 2.23 ‐0.09 0.07 0.17 1.25 ‐0.96 0.24 0.19 1.58 ‐0.62 0.19 0.18 1.67 ‐0.64

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.01 0.39 3.23 0.02 ‐0.01 0.11 0.61 ‐0.66 0.15 0.14 1.07 ‐0.69 0.13 0.15 1.17 ‐0.52

63 1.44 0.55 4.32 0.03 ‐0.01 0.09 0.44 ‐0.43 0.10 0.12 0.81 ‐0.53 0.09 0.12 0.83 ‐0.51

64 1.98 0.65 6.21 0.25 0.00 0.09 0.53 ‐0.46 0.12 0.11 0.74 ‐0.36 0.10 0.12 0.76 ‐0.37

Table C35 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 340o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.50 0.25 1.83 ‐0.13 0.44 0.26 1.90 ‐0.42 0.75 0.35 2.47 ‐0.24 0.71 0.33 2.46 ‐0.25

2 0.82 0.40 2.91 ‐0.20 0.83 0.44 3.21 ‐0.41 1.22 0.54 3.84 ‐0.20 1.30 0.55 4.41 ‐0.11

3 0.82 0.42 3.22 ‐0.16 1.16 0.63 4.35 ‐0.57 1.45 0.65 4.76 ‐0.45 1.66 0.68 5.55 ‐0.22

4 0.91 0.44 3.60 ‐0.09 0.98 0.54 3.90 ‐0.41 1.64 0.72 5.55 ‐0.23 2.03 0.77 6.05 ‐0.03

5 0.93 0.42 3.20 ‐0.03 1.14 0.65 4.85 ‐0.49 1.44 0.64 5.50 ‐0.19 2.07 0.79 5.83 0.05

6 1.02 0.42 3.26 ‐0.02 0.96 0.56 4.35 ‐0.36 1.26 0.51 4.66 ‐0.19 1.69 0.67 5.19 ‐0.05

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 2.10 0.77 6.60 0.26 2.06 0.91 6.90 ‐0.49 2.63 1.01 7.78 ‐0.27 3.08 1.06 7.48 0.01

9 0.21 0.13 1.22 ‐0.37 0.17 0.17 1.13 ‐0.53 0.34 0.21 1.72 ‐0.38 0.31 0.22 1.55 ‐0.47

10 0.50 0.22 1.57 ‐0.22 0.29 0.23 1.74 ‐0.61 0.45 0.29 2.13 ‐0.51 0.53 0.30 2.16 ‐0.56

11 0.63 0.27 1.88 ‐0.20 0.14 0.23 1.85 ‐0.59 0.35 0.31 2.29 ‐0.68 0.34 0.32 2.31 ‐0.64

12 0.79 0.32 2.33 ‐0.12 0.16 0.23 1.74 ‐0.62 0.41 0.31 2.53 ‐0.53 0.43 0.33 2.40 ‐0.72

13 0.90 0.36 2.63 ‐0.01 0.18 0.22 1.85 ‐0.73 0.47 0.30 2.38 ‐0.49 0.52 0.33 2.28 ‐0.58

14 1.11 0.42 3.23 0.08 0.27 0.23 1.76 ‐0.56 0.58 0.28 2.07 ‐0.32 0.65 0.31 2.36 ‐0.29

15 1.64 0.62 5.20 0.18 0.33 0.33 2.20 ‐0.75 0.86 0.38 3.15 ‐0.37 0.93 0.42 3.07 ‐0.29

16 2.02 0.71 5.52 0.24 0.95 0.59 4.33 ‐0.73 1.44 0.60 4.93 ‐0.22 1.56 0.63 4.99 ‐0.40

17 0.24 0.11 0.78 ‐0.18 0.08 0.13 0.94 ‐0.49 0.16 0.16 1.15 ‐0.50 0.12 0.16 1.09 ‐0.43

18 0.49 0.22 1.50 ‐0.22 0.00 0.00 0.00 0.00 0.29 0.23 1.73 ‐0.51 0.00 0.00 0.00 0.00

19 0.66 0.27 2.02 ‐0.23 0.17 0.19 1.68 ‐0.80 0.29 0.24 1.79 ‐0.54 0.23 0.23 1.79 ‐0.66

20 0.80 0.31 2.52 ‐0.08 0.16 0.18 1.31 ‐0.70 0.30 0.22 1.62 ‐0.61 0.24 0.22 1.70 ‐0.71

21 0.95 0.36 3.06 ‐0.04 0.13 0.16 1.06 ‐0.67 0.33 0.20 1.39 ‐0.46 0.27 0.21 1.63 ‐0.55

22 1.13 0.40 2.98 0.06 0.10 0.16 0.98 ‐0.73 0.41 0.22 1.72 ‐0.38 0.37 0.24 1.62 ‐0.41

23 1.62 0.64 4.89 0.19 0.16 0.21 1.80 ‐0.51 0.55 0.28 2.26 ‐0.35 0.73 0.38 2.86 ‐0.23

24 2.15 0.72 5.98 0.37 0.29 0.36 3.35 ‐0.63 0.96 0.46 3.96 ‐0.31 1.29 0.59 4.84 ‐0.28

25 0.18 0.10 0.73 ‐0.30 0.02 0.12 0.82 ‐0.60 0.07 0.13 0.88 ‐0.68 ‐0.02 0.11 0.67 ‐0.61

26 0.46 0.20 1.37 ‐0.13 0.13 0.18 1.49 ‐0.73 0.17 0.19 1.47 ‐0.58 0.10 0.18 1.36 ‐0.74

27 0.64 0.25 1.76 ‐0.24 0.14 0.19 1.42 ‐0.75 0.21 0.20 1.60 ‐0.63 0.13 0.20 1.82 ‐0.67

28 0.80 0.30 2.39 ‐0.01 0.13 0.17 1.20 ‐0.72 0.22 0.20 1.51 ‐0.62 0.19 0.20 1.94 ‐0.79

29 0.95 0.35 2.93 0.05 0.09 0.15 1.10 ‐0.64 0.26 0.18 1.51 ‐0.54 0.20 0.19 1.71 ‐0.59

30 1.14 0.39 3.27 0.18 0.06 0.13 0.82 ‐0.60 0.27 0.18 1.42 ‐0.46 0.26 0.19 1.39 ‐0.45

31 1.66 0.60 4.55 0.16 0.04 0.11 0.59 ‐0.44 0.27 0.17 1.28 ‐0.39 0.24 0.18 1.24 ‐0.39

32 2.13 0.69 5.46 0.27 0.07 0.14 1.21 ‐0.54 0.47 0.27 2.02 ‐0.34 0.42 0.29 2.22 ‐0.52

33 0.23 0.10 0.83 ‐0.19 0.05 0.14 0.92 ‐0.74 0.12 0.12 1.03 ‐0.44 0.05 0.11 0.80 ‐0.80

34 0.48 0.19 1.48 ‐0.16 0.15 0.20 1.36 ‐0.90 0.23 0.19 1.59 ‐0.63 0.18 0.17 1.30 ‐0.66

35 0.68 0.26 2.03 ‐0.13 0.18 0.21 1.59 ‐0.90 0.28 0.21 1.85 ‐0.57 0.21 0.21 1.75 ‐0.71

36 0.85 0.31 2.57 ‐0.02 0.11 0.18 1.18 ‐1.04 0.27 0.21 1.74 ‐0.61 0.23 0.21 1.80 ‐0.75

37 0.98 0.35 3.03 0.09 0.05 0.15 0.91 ‐0.82 0.24 0.19 1.74 ‐0.73 0.18 0.20 1.68 ‐0.71

38 1.13 0.38 3.00 0.15 0.02 0.12 0.67 ‐0.69 0.22 0.16 1.70 ‐0.63 0.18 0.17 1.32 ‐0.69

39 1.67 0.60 4.59 0.30 0.01 0.10 0.46 ‐0.46 0.21 0.15 1.37 ‐0.51 0.16 0.16 1.22 ‐0.53

40 2.16 0.70 5.84 0.33 0.02 0.10 0.59 ‐0.32 0.22 0.17 1.30 ‐0.33 0.21 0.18 1.23 ‐0.37

41 0.25 0.11 0.80 ‐0.25 0.06 0.14 0.97 ‐0.76 0.17 0.13 1.05 ‐0.47 0.08 0.12 0.84 ‐0.51

42 0.45 0.19 1.44 ‐0.23 0.09 0.20 1.45 ‐0.89 0.25 0.20 1.53 ‐0.57 0.17 0.19 1.41 ‐0.58

43 0.61 0.25 2.13 ‐0.22 0.09 0.20 1.56 ‐1.03 0.26 0.22 1.82 ‐0.55 0.22 0.22 1.85 ‐0.54

44 0.80 0.30 2.37 0.01 0.05 0.18 1.31 ‐0.91 0.27 0.22 2.01 ‐0.56 0.23 0.23 1.99 ‐0.59

45 0.91 0.34 2.76 ‐0.05 0.01 0.15 0.98 ‐1.01 0.20 0.20 1.63 ‐0.67 0.19 0.21 1.68 ‐0.62

46 1.06 0.37 2.94 0.06 0.00 0.00 0.00 0.00 0.16 0.16 1.22 ‐0.67 0.00 0.00 0.00 0.00

47 1.65 0.57 4.76 0.22 ‐0.03 0.08 0.33 ‐0.47 0.09 0.13 0.95 ‐0.70 0.07 0.14 1.13 ‐0.85

48 2.13 0.67 6.08 0.46 ‐0.02 0.08 0.41 ‐0.31 0.08 0.12 0.73 ‐0.46 0.06 0.12 0.93 ‐0.47

49 0.27 0.11 0.89 ‐0.14 0.06 0.15 0.97 ‐0.67 0.20 0.14 1.21 ‐0.35 0.10 0.13 0.90 ‐0.53

50 0.53 0.20 1.65 ‐0.15 0.11 0.21 1.30 ‐0.85 0.31 0.21 1.61 ‐0.51 0.22 0.20 1.68 ‐0.66

51 0.66 0.26 1.91 ‐0.15 0.02 0.21 1.47 ‐1.09 0.26 0.25 1.83 ‐0.80 0.25 0.24 2.03 ‐0.61

52 0.79 0.30 2.24 ‐0.01 0.00 0.18 1.25 ‐1.06 0.26 0.23 1.82 ‐0.68 0.27 0.25 2.28 ‐0.60

53 0.93 0.33 2.68 0.04 ‐0.01 0.14 0.89 ‐0.90 0.21 0.20 1.82 ‐0.85 0.22 0.23 1.94 ‐0.69

54 1.07 0.36 2.99 0.13 ‐0.03 0.10 0.55 ‐0.79 0.14 0.17 1.48 ‐0.66 0.15 0.20 1.58 ‐0.61

55 1.67 0.60 5.11 0.21 ‐0.03 0.08 0.33 ‐0.51 0.06 0.13 0.78 ‐0.70 0.06 0.15 1.05 ‐0.89

56 2.15 0.69 6.05 0.43 ‐0.04 0.07 0.42 ‐0.39 0.01 0.10 0.57 ‐0.51 ‐0.01 0.10 0.60 ‐0.68

57 0.26 0.11 0.96 ‐0.23 0.01 0.15 0.87 ‐0.75 0.19 0.14 1.20 ‐0.37 0.11 0.13 0.95 ‐0.45

58 0.48 0.20 1.50 ‐0.28 0.04 0.20 1.31 ‐1.02 0.27 0.20 1.72 ‐0.47 0.23 0.21 1.60 ‐0.49

59 0.66 0.25 2.06 ‐0.10 0.00 0.20 1.24 ‐1.19 0.29 0.22 1.83 ‐0.49 0.26 0.25 1.84 ‐0.60

60 0.79 0.29 2.65 ‐0.19 ‐0.02 0.17 1.02 ‐1.14 0.25 0.22 1.98 ‐0.75 0.28 0.25 1.98 ‐0.57

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.12 0.39 3.40 0.10 ‐0.06 0.10 0.51 ‐0.79 0.09 0.16 1.54 ‐0.77 0.16 0.20 1.56 ‐0.56

63 1.63 0.59 4.66 0.11 ‐0.07 0.07 0.34 ‐0.59 0.00 0.13 0.82 ‐0.81 0.04 0.15 1.06 ‐0.70

64 2.14 0.67 5.82 0.42 ‐0.07 0.06 0.32 ‐0.41 ‐0.01 0.08 0.43 ‐0.54 ‐0.03 0.10 0.48 ‐0.58

Table C36 ‐  Configuration #3

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 20
o, θ = 350o

Tap 

No #

Array A Array B Array C Array D
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Appendix D – Mean, Standard Deviation, Maximum and Minimum 𝑪𝑪𝒑𝒑𝒑𝒑 on Panels - 
Configuration #4 
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.33 0.19 1.50 ‐0.25 0.16 0.22 1.75 ‐0.66 0.32 0.28 1.87 ‐0.78 0.36 0.29 2.05 ‐0.58

2 0.60 0.30 2.43 ‐0.30 0.31 0.29 2.48 ‐0.79 0.52 0.40 2.81 ‐0.87 0.64 0.44 3.32 ‐0.52

3 0.83 0.37 3.17 ‐0.18 0.37 0.35 3.14 ‐0.67 0.60 0.44 3.18 ‐0.74 0.77 0.50 4.12 ‐0.50

4 0.93 0.40 3.22 ‐0.23 0.32 0.28 2.87 ‐0.49 0.66 0.46 3.54 ‐0.65 0.90 0.52 4.20 ‐0.44

5 0.93 0.40 3.12 ‐0.13 0.35 0.37 3.05 ‐0.69 0.65 0.45 3.77 ‐0.47 1.01 0.55 4.26 ‐0.24

6 1.01 0.42 3.47 ‐0.09 0.40 0.42 3.14 ‐0.74 0.62 0.42 3.73 ‐0.61 1.08 0.58 4.50 ‐0.20

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 2.09 0.67 6.41 0.54 1.14 0.66 4.85 ‐0.91 1.31 0.72 5.50 ‐0.53 1.75 0.81 5.77 ‐0.45

9 0.21 0.13 0.90 ‐0.38 0.11 0.18 1.42 ‐0.92 0.18 0.19 1.47 ‐0.81 0.28 0.21 1.62 ‐0.49

10 0.61 0.25 1.92 ‐0.13 0.12 0.22 1.65 ‐0.99 0.24 0.27 2.24 ‐0.78 0.35 0.30 2.32 ‐0.59

11 0.86 0.33 2.50 0.04 0.07 0.21 1.46 ‐0.94 0.24 0.29 2.61 ‐1.02 0.32 0.32 2.53 ‐0.86

12 1.02 0.38 3.03 0.08 0.03 0.20 1.19 ‐0.81 0.21 0.27 2.32 ‐1.05 0.33 0.30 2.55 ‐0.87

13 1.08 0.41 3.26 ‐0.03 ‐0.01 0.19 1.18 ‐0.83 0.22 0.24 1.93 ‐0.72 0.36 0.26 2.16 ‐0.76

14 1.32 0.47 3.90 0.17 ‐0.01 0.20 1.03 ‐0.95 0.30 0.22 1.68 ‐0.68 0.42 0.24 1.89 ‐0.64

15 1.73 0.63 5.26 0.38 ‐0.07 0.24 1.42 ‐1.17 0.29 0.29 1.93 ‐0.66 0.50 0.32 2.48 ‐0.54

16 2.18 0.71 6.10 0.47 0.33 0.56 3.51 ‐1.09 0.72 0.51 3.89 ‐0.62 1.00 0.54 3.98 ‐0.46

17 0.30 0.15 1.08 ‐0.26 0.07 0.18 1.31 ‐0.72 0.14 0.18 1.57 ‐0.60 0.21 0.18 1.44 ‐0.62

18 0.61 0.25 1.80 ‐0.21 0.00 0.00 0.00 0.00 0.23 0.25 2.08 ‐0.75 0.00 0.00 0.00 0.00

19 0.89 0.32 2.52 0.00 0.08 0.21 1.39 ‐1.10 0.25 0.25 2.30 ‐0.82 0.32 0.28 2.42 ‐0.85

20 1.13 0.37 2.93 0.18 0.04 0.18 1.06 ‐1.00 0.28 0.23 2.11 ‐0.86 0.37 0.26 2.43 ‐0.85

21 1.14 0.41 3.14 0.10 ‐0.05 0.17 0.80 ‐0.82 0.15 0.21 1.89 ‐0.94 0.32 0.23 2.04 ‐0.79

22 1.37 0.46 4.06 0.25 ‐0.08 0.16 0.63 ‐0.85 0.18 0.19 1.38 ‐1.00 0.30 0.21 1.65 ‐0.94

23 1.80 0.64 5.36 0.22 ‐0.08 0.15 1.04 ‐0.77 0.18 0.23 1.54 ‐0.92 0.40 0.26 2.09 ‐0.84

24 2.25 0.74 6.45 0.37 ‐0.09 0.16 2.05 ‐0.79 0.34 0.37 2.77 ‐0.67 0.60 0.44 4.05 ‐0.60

25 0.24 0.13 0.88 ‐0.34 0.04 0.16 1.13 ‐0.85 0.13 0.17 1.49 ‐0.76 0.15 0.15 1.05 ‐0.67

26 0.64 0.24 1.75 ‐0.04 0.00 0.22 1.55 ‐1.11 0.22 0.23 2.00 ‐0.76 0.26 0.25 2.00 ‐0.77

27 0.88 0.31 2.45 0.03 ‐0.01 0.21 1.50 ‐1.23 0.22 0.24 2.11 ‐0.96 0.34 0.28 2.51 ‐0.78

28 1.09 0.37 2.94 0.17 ‐0.04 0.18 0.95 ‐1.18 0.22 0.23 2.18 ‐0.93 0.35 0.26 2.30 ‐0.75

29 1.19 0.40 3.19 0.18 ‐0.07 0.15 0.63 ‐0.89 0.13 0.20 1.80 ‐0.90 0.33 0.24 2.12 ‐1.00

30 1.38 0.45 3.77 0.24 ‐0.10 0.12 0.48 ‐0.81 0.10 0.18 1.22 ‐0.78 0.28 0.20 1.68 ‐0.80

31 1.88 0.61 5.21 0.34 ‐0.09 0.10 0.32 ‐0.63 0.06 0.16 0.92 ‐0.99 0.23 0.17 1.28 ‐0.73

32 2.22 0.69 6.04 0.52 ‐0.11 0.07 0.31 ‐0.56 0.08 0.19 1.25 ‐0.62 0.20 0.20 1.67 ‐0.71

33 0.36 0.13 1.10 ‐0.11 0.03 0.18 1.15 ‐1.16 0.21 0.18 1.58 ‐0.51 0.21 0.17 1.28 ‐0.62

34 0.61 0.23 1.73 ‐0.06 ‐0.09 0.24 1.51 ‐1.27 0.24 0.25 1.96 ‐0.78 0.33 0.25 1.97 ‐0.70

35 0.87 0.30 2.39 0.08 ‐0.08 0.22 1.36 ‐1.32 0.23 0.26 2.29 ‐0.96 0.38 0.29 2.46 ‐0.63

36 1.13 0.36 2.89 0.25 ‐0.10 0.19 0.92 ‐1.42 0.21 0.25 2.27 ‐0.88 0.37 0.28 2.39 ‐0.75

37 1.29 0.39 3.33 0.34 ‐0.11 0.15 0.59 ‐1.04 0.19 0.21 1.94 ‐0.91 0.32 0.25 2.15 ‐0.72

38 1.41 0.45 3.84 0.36 ‐0.12 0.11 0.41 ‐0.84 0.08 0.18 1.50 ‐0.84 0.24 0.21 1.63 ‐0.87

39 1.84 0.60 5.04 0.34 ‐0.11 0.09 0.32 ‐0.56 0.02 0.15 0.92 ‐0.92 0.17 0.18 1.40 ‐1.04

40 2.31 0.70 6.27 0.61 ‐0.16 0.07 0.19 ‐0.60 ‐0.02 0.10 0.56 ‐0.61 0.07 0.15 0.95 ‐0.67

41 0.34 0.14 1.01 ‐0.15 0.00 0.18 1.19 ‐0.92 0.15 0.19 1.40 ‐0.65 0.22 0.17 1.30 ‐0.58

42 0.62 0.23 1.71 ‐0.04 ‐0.06 0.22 1.44 ‐1.14 0.22 0.25 1.80 ‐0.76 0.37 0.26 2.09 ‐0.49

43 0.98 0.29 2.47 0.12 ‐0.12 0.21 1.24 ‐1.49 0.30 0.26 2.23 ‐0.95 0.40 0.29 2.56 ‐0.61

44 1.10 0.35 2.82 0.24 ‐0.14 0.18 0.83 ‐1.33 0.18 0.25 2.10 ‐0.99 0.37 0.29 2.37 ‐0.71

45 1.18 0.38 3.04 0.27 ‐0.13 0.14 0.47 ‐0.99 0.11 0.22 1.59 ‐0.92 0.33 0.26 2.20 ‐0.63

46 1.38 0.43 3.49 0.33 0.00 0.00 0.00 0.00 0.07 0.18 1.36 ‐0.81 0.00 0.00 0.00 0.00

47 1.95 0.60 5.08 0.35 ‐0.14 0.08 0.16 ‐0.54 ‐0.03 0.15 1.14 ‐1.01 0.12 0.17 1.29 ‐0.65

48 2.26 0.67 5.96 0.54 ‐0.14 0.07 0.23 ‐0.52 ‐0.06 0.09 0.50 ‐0.70 0.03 0.12 0.83 ‐0.71

49 0.36 0.15 1.13 ‐0.13 ‐0.02 0.18 1.38 ‐0.99 0.15 0.19 1.57 ‐0.64 0.25 0.19 1.55 ‐0.61

50 0.71 0.24 1.93 ‐0.01 ‐0.08 0.22 1.47 ‐1.24 0.24 0.25 1.88 ‐0.71 0.37 0.27 2.18 ‐0.49

51 0.94 0.30 2.63 0.08 ‐0.18 0.22 1.12 ‐1.36 0.23 0.26 2.22 ‐0.86 0.42 0.30 2.55 ‐0.56

52 1.10 0.36 3.06 0.26 ‐0.18 0.18 0.70 ‐1.40 0.14 0.25 2.38 ‐0.91 0.37 0.29 2.55 ‐0.80

53 1.29 0.40 3.38 0.32 ‐0.15 0.14 0.41 ‐1.02 0.12 0.22 1.92 ‐0.91 0.32 0.26 2.13 ‐0.69

54 1.42 0.45 3.79 0.29 ‐0.17 0.11 0.23 ‐0.79 0.02 0.19 1.21 ‐0.95 0.20 0.22 1.82 ‐0.81

55 1.95 0.60 5.18 0.40 ‐0.15 0.08 0.13 ‐0.54 ‐0.02 0.15 0.85 ‐1.12 0.08 0.17 1.10 ‐0.91

56 2.36 0.69 5.95 0.63 ‐0.15 0.07 0.13 ‐0.64 ‐0.04 0.09 0.30 ‐0.72 0.01 0.11 0.66 ‐0.74

57 0.35 0.15 1.12 ‐0.13 ‐0.05 0.17 1.18 ‐0.98 0.13 0.19 1.49 ‐0.65 0.25 0.18 1.45 ‐0.38

58 0.69 0.24 1.89 ‐0.01 ‐0.10 0.21 1.37 ‐1.26 0.17 0.25 1.66 ‐0.81 0.38 0.27 2.22 ‐0.45

59 0.95 0.31 2.50 0.18 ‐0.15 0.20 0.92 ‐1.37 0.18 0.26 1.92 ‐0.92 0.40 0.29 2.33 ‐0.47

60 1.13 0.36 3.00 0.23 ‐0.17 0.17 0.57 ‐1.26 0.13 0.24 1.86 ‐0.99 0.36 0.28 2.45 ‐0.54

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.71 0.45 4.02 0.56 ‐0.16 0.10 0.28 ‐0.77 0.18 0.18 1.65 ‐0.83 0.21 0.21 1.81 ‐0.76

63 1.99 0.61 5.04 0.35 ‐0.14 0.08 0.13 ‐0.54 ‐0.05 0.14 0.64 ‐0.87 0.11 0.16 1.38 ‐0.83

64 2.34 0.68 5.64 0.64 ‐0.15 0.08 0.17 ‐0.66 ‐0.03 0.09 0.33 ‐0.67 0.02 0.11 0.97 ‐0.67

Table D1 ‐  Configuration #4

Array A Array B Array C Array D

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 0o

Tap 

No #
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.19 0.15 0.97 ‐0.26 0.00 0.19 1.34 ‐1.02 0.05 0.21 1.60 ‐0.77 0.17 0.21 1.85 ‐0.58

2 0.38 0.23 1.56 ‐0.34 0.04 0.22 1.60 ‐1.07 0.11 0.27 2.25 ‐1.05 0.31 0.29 2.52 ‐0.81

3 0.65 0.28 1.97 ‐0.42 0.03 0.21 1.73 ‐1.11 0.17 0.28 2.69 ‐1.05 0.32 0.31 2.74 ‐0.78

4 0.76 0.31 2.38 ‐0.04 0.06 0.18 1.33 ‐0.85 0.17 0.26 2.59 ‐1.09 0.35 0.30 2.79 ‐0.72

5 0.75 0.32 2.72 ‐0.05 ‐0.01 0.18 1.18 ‐0.79 0.13 0.24 2.49 ‐0.87 0.34 0.29 3.00 ‐0.58

6 0.85 0.34 3.00 ‐0.13 ‐0.02 0.21 1.48 ‐0.91 0.13 0.23 2.25 ‐0.92 0.33 0.30 3.28 ‐0.61

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 1.76 0.61 4.81 0.18 0.34 0.46 3.23 ‐0.94 0.43 0.44 3.44 ‐0.63 0.58 0.49 4.35 ‐0.59

9 0.15 0.12 0.87 ‐0.46 0.02 0.19 1.43 ‐0.98 0.08 0.17 1.28 ‐0.92 0.25 0.19 1.47 ‐0.42

10 0.54 0.24 1.72 ‐0.18 ‐0.02 0.22 1.73 ‐1.22 0.12 0.26 1.95 ‐0.85 0.33 0.28 2.32 ‐0.55

11 0.81 0.31 2.39 0.00 0.00 0.20 1.39 ‐1.26 0.18 0.26 2.11 ‐0.83 0.36 0.30 2.37 ‐0.57

12 0.97 0.35 2.75 0.10 ‐0.07 0.17 0.88 ‐1.07 0.11 0.24 2.04 ‐1.06 0.30 0.28 2.34 ‐0.67

13 0.98 0.36 2.90 0.11 ‐0.09 0.15 0.77 ‐0.86 0.07 0.21 1.76 ‐0.93 0.28 0.24 2.19 ‐0.81

14 1.28 0.41 3.33 0.28 ‐0.11 0.14 0.68 ‐0.89 0.12 0.18 1.53 ‐0.86 0.25 0.21 1.76 ‐0.65

15 1.62 0.54 4.32 0.44 ‐0.17 0.15 0.71 ‐1.12 ‐0.02 0.18 1.07 ‐0.83 0.18 0.20 1.60 ‐0.79

16 2.10 0.60 5.47 0.53 ‐0.07 0.23 2.53 ‐1.04 0.14 0.27 2.35 ‐0.81 0.24 0.30 3.12 ‐0.73

17 0.25 0.14 0.93 ‐0.20 0.03 0.18 1.46 ‐0.88 0.10 0.19 1.41 ‐0.76 0.28 0.19 1.49 ‐0.54

18 0.53 0.24 1.65 ‐0.30 0.00 0.00 0.00 0.00 0.13 0.25 1.97 ‐0.98 0.00 0.00 0.00 0.00

19 0.85 0.30 2.28 0.03 ‐0.06 0.21 1.19 ‐1.42 0.16 0.26 2.10 ‐0.96 0.34 0.31 2.54 ‐0.66

20 1.14 0.34 2.85 0.35 ‐0.06 0.17 0.85 ‐1.15 0.23 0.24 2.16 ‐0.87 0.38 0.29 2.53 ‐0.68

21 1.04 0.37 3.04 0.16 ‐0.12 0.14 0.55 ‐0.93 0.01 0.21 1.71 ‐0.97 0.30 0.26 2.25 ‐0.79

22 1.30 0.43 3.66 0.30 ‐0.15 0.12 0.40 ‐0.85 0.04 0.18 1.30 ‐1.04 0.21 0.21 1.81 ‐0.86

23 1.66 0.57 4.74 0.33 ‐0.15 0.10 0.36 ‐0.71 ‐0.05 0.15 0.84 ‐1.19 0.12 0.19 1.46 ‐0.92

24 2.19 0.68 5.77 0.52 ‐0.14 0.08 0.50 ‐0.68 ‐0.01 0.13 1.27 ‐0.87 0.08 0.17 1.89 ‐0.83

25 0.19 0.12 0.85 ‐0.47 ‐0.02 0.17 1.27 ‐1.03 0.08 0.17 1.33 ‐0.87 0.21 0.15 1.17 ‐0.48

26 0.60 0.22 1.71 ‐0.03 ‐0.10 0.22 1.23 ‐1.49 0.19 0.25 2.01 ‐0.76 0.33 0.27 2.00 ‐0.69

27 0.82 0.29 2.25 0.05 ‐0.11 0.20 1.06 ‐1.60 0.16 0.26 2.10 ‐0.86 0.42 0.31 2.53 ‐0.71

28 1.06 0.34 2.77 0.21 ‐0.13 0.18 0.75 ‐1.46 0.15 0.24 1.96 ‐1.02 0.38 0.30 2.57 ‐0.77

29 1.12 0.37 2.83 0.26 ‐0.13 0.14 0.45 ‐1.01 0.01 0.21 1.55 ‐0.91 0.32 0.26 2.19 ‐0.61

30 1.29 0.42 3.30 0.27 ‐0.15 0.11 0.30 ‐0.88 ‐0.02 0.17 1.27 ‐1.13 0.23 0.21 1.79 ‐0.65

31 1.75 0.57 4.87 0.37 ‐0.09 0.08 0.21 ‐0.55 ‐0.02 0.14 0.75 ‐1.21 0.16 0.17 1.26 ‐0.78

32 2.09 0.65 5.58 0.48 ‐0.12 0.06 0.14 ‐0.45 0.00 0.08 0.57 ‐0.68 0.03 0.12 0.77 ‐0.71

33 0.39 0.13 1.09 ‐0.22 ‐0.05 0.18 1.20 ‐0.91 0.22 0.18 1.38 ‐0.56 0.24 0.17 1.33 ‐0.49

34 0.55 0.22 1.67 ‐0.14 ‐0.18 0.24 1.50 ‐1.41 0.17 0.25 1.99 ‐0.81 0.36 0.26 2.03 ‐0.66

35 0.79 0.29 2.28 0.05 ‐0.17 0.21 1.05 ‐1.41 0.13 0.26 1.97 ‐0.94 0.39 0.31 2.53 ‐0.83

36 1.11 0.34 2.68 0.33 ‐0.14 0.18 0.63 ‐1.47 0.15 0.24 2.09 ‐1.09 0.39 0.30 2.48 ‐0.79

37 1.26 0.37 3.19 0.36 ‐0.16 0.14 0.40 ‐1.17 0.14 0.22 1.77 ‐0.95 0.32 0.27 2.12 ‐0.78

38 1.36 0.43 3.51 0.39 ‐0.16 0.11 0.23 ‐0.81 ‐0.02 0.18 1.32 ‐1.03 0.19 0.22 1.70 ‐0.69

39 1.71 0.56 4.70 0.35 ‐0.15 0.08 0.14 ‐0.59 ‐0.07 0.14 0.86 ‐1.03 0.09 0.17 1.08 ‐0.90

40 2.18 0.68 5.65 0.53 ‐0.21 0.06 0.01 ‐0.58 ‐0.06 0.08 0.34 ‐0.72 ‐0.04 0.11 0.72 ‐0.64

41 0.32 0.13 1.13 ‐0.16 ‐0.03 0.18 1.21 ‐0.92 0.13 0.19 1.43 ‐0.72 0.23 0.17 1.30 ‐0.44

42 0.59 0.22 1.82 ‐0.18 ‐0.09 0.22 1.37 ‐1.26 0.20 0.25 1.99 ‐0.85 0.43 0.27 2.08 ‐0.49

43 1.05 0.29 2.55 0.30 ‐0.14 0.21 1.01 ‐1.29 0.36 0.27 2.50 ‐0.70 0.46 0.31 2.65 ‐0.60

44 1.08 0.34 2.81 0.27 ‐0.16 0.18 0.62 ‐1.32 0.16 0.25 1.85 ‐0.84 0.41 0.30 2.57 ‐0.63

45 1.12 0.36 3.00 0.14 ‐0.14 0.14 0.51 ‐1.17 0.07 0.21 1.65 ‐0.90 0.36 0.27 2.25 ‐0.57

46 1.37 0.41 3.67 0.33 0.00 0.00 0.00 0.00 0.06 0.18 1.36 ‐0.91 0.00 0.00 0.00 0.00

47 1.86 0.58 4.78 0.41 ‐0.15 0.08 0.15 ‐0.61 ‐0.04 0.14 0.67 ‐1.04 0.11 0.17 1.13 ‐0.91

48 2.11 0.65 5.28 0.55 ‐0.15 0.07 0.19 ‐0.60 ‐0.08 0.09 0.26 ‐0.79 0.00 0.11 0.82 ‐0.70

49 0.35 0.14 1.09 ‐0.16 ‐0.02 0.18 1.19 ‐0.98 0.18 0.19 1.40 ‐0.62 0.28 0.18 1.37 ‐0.52

50 0.70 0.23 1.89 ‐0.14 ‐0.09 0.21 1.54 ‐1.30 0.29 0.25 1.96 ‐0.73 0.42 0.27 2.28 ‐0.43

51 0.89 0.29 2.27 ‐0.19 ‐0.15 0.22 1.03 ‐1.47 0.28 0.26 2.11 ‐0.88 0.50 0.31 2.52 ‐0.52

52 1.02 0.34 2.63 ‐0.02 ‐0.15 0.17 0.67 ‐1.26 0.16 0.25 1.65 ‐1.04 0.44 0.30 2.54 ‐0.71

53 1.24 0.38 3.16 0.25 ‐0.12 0.13 0.48 ‐1.01 0.16 0.22 1.60 ‐0.87 0.39 0.27 2.32 ‐0.54

54 1.37 0.44 3.76 0.29 ‐0.18 0.11 0.24 ‐0.88 0.02 0.18 1.30 ‐0.98 0.22 0.23 1.76 ‐0.76

55 1.82 0.57 4.68 0.31 ‐0.15 0.08 0.14 ‐0.54 ‐0.03 0.15 0.70 ‐1.17 0.07 0.18 1.13 ‐0.99

56 2.29 0.67 5.95 0.72 ‐0.15 0.07 0.21 ‐0.67 ‐0.03 0.08 0.30 ‐0.83 ‐0.01 0.11 0.67 ‐0.71

57 0.31 0.14 1.18 ‐0.22 ‐0.02 0.18 1.15 ‐1.03 0.19 0.19 1.45 ‐0.57 0.27 0.18 1.48 ‐0.53

58 0.68 0.23 1.87 0.05 ‐0.04 0.21 1.27 ‐1.17 0.28 0.25 2.13 ‐0.68 0.44 0.27 2.12 ‐0.34

59 0.93 0.30 2.53 0.11 ‐0.10 0.20 0.97 ‐1.25 0.31 0.27 2.22 ‐0.88 0.48 0.31 2.61 ‐0.46

60 1.09 0.35 2.87 0.24 ‐0.14 0.17 0.56 ‐1.13 0.24 0.25 2.12 ‐0.92 0.44 0.30 2.44 ‐0.52

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.94 0.44 4.21 0.88 ‐0.12 0.11 0.26 ‐0.85 0.46 0.19 1.54 ‐0.54 0.27 0.23 1.70 ‐0.71

63 1.90 0.61 5.11 0.38 ‐0.10 0.08 0.23 ‐0.53 0.00 0.15 0.89 ‐0.89 0.15 0.18 1.16 ‐0.75

64 2.26 0.66 5.77 0.56 ‐0.13 0.08 0.32 ‐0.67 0.01 0.09 0.48 ‐0.68 0.01 0.11 0.63 ‐0.67

Table D2 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 10o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.08 0.11 0.78 ‐0.37 ‐0.07 0.18 1.11 ‐1.02 ‐0.02 0.17 1.37 ‐0.84 0.18 0.17 1.15 ‐0.59

2 0.21 0.18 1.29 ‐0.54 ‐0.09 0.21 1.45 ‐1.41 0.01 0.21 1.56 ‐0.99 0.32 0.24 1.83 ‐0.52

3 0.48 0.23 1.87 ‐0.33 ‐0.04 0.17 1.41 ‐1.18 0.08 0.21 1.96 ‐0.97 0.33 0.25 2.01 ‐0.52

4 0.61 0.25 2.26 ‐0.12 ‐0.01 0.15 0.98 ‐1.28 0.07 0.20 1.70 ‐0.94 0.35 0.25 2.11 ‐0.48

5 0.59 0.24 2.30 ‐0.13 ‐0.04 0.12 0.71 ‐1.06 0.02 0.16 1.36 ‐0.97 0.27 0.22 1.86 ‐0.57

6 0.66 0.27 2.70 ‐0.19 ‐0.06 0.11 0.64 ‐0.72 ‐0.01 0.15 1.09 ‐1.19 0.14 0.18 1.31 ‐0.80

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 1.21 0.55 4.09 ‐0.04 0.00 0.19 1.57 ‐0.76 0.04 0.14 1.37 ‐0.59 0.02 0.15 1.46 ‐0.68

9 0.09 0.10 0.62 ‐0.37 0.00 0.18 1.44 ‐1.09 0.11 0.16 1.17 ‐0.73 0.30 0.17 1.31 ‐0.35

10 0.48 0.21 1.66 ‐0.08 ‐0.04 0.22 1.48 ‐1.47 0.21 0.24 1.88 ‐0.79 0.44 0.26 2.03 ‐0.53

11 0.74 0.27 2.30 0.04 0.00 0.20 1.25 ‐1.28 0.27 0.25 2.10 ‐0.95 0.52 0.29 2.46 ‐0.52

12 0.88 0.31 2.66 0.15 ‐0.06 0.17 0.79 ‐1.46 0.16 0.23 1.87 ‐1.24 0.43 0.28 2.24 ‐0.61

13 0.81 0.31 2.76 0.00 ‐0.04 0.13 0.63 ‐0.92 0.07 0.19 1.51 ‐0.92 0.38 0.25 2.10 ‐0.48

14 1.07 0.35 3.24 0.17 ‐0.03 0.10 0.43 ‐0.73 0.12 0.16 1.11 ‐0.75 0.27 0.21 1.62 ‐0.82

15 1.37 0.48 4.47 0.13 ‐0.09 0.08 0.42 ‐0.62 ‐0.03 0.13 0.67 ‐0.86 0.12 0.17 1.06 ‐0.83

16 1.82 0.60 5.32 0.13 ‐0.07 0.08 0.62 ‐0.75 0.11 0.10 0.85 ‐0.55 0.02 0.12 0.95 ‐0.61

17 0.21 0.12 0.90 ‐0.26 0.03 0.17 1.26 ‐0.93 0.17 0.17 1.17 ‐0.52 0.32 0.17 1.47 ‐0.37

18 0.45 0.21 1.60 ‐0.25 0.00 0.00 0.00 0.00 0.23 0.23 1.80 ‐0.67 0.00 0.00 0.00 0.00

19 0.79 0.27 2.35 0.02 ‐0.04 0.20 1.34 ‐1.30 0.32 0.24 2.00 ‐0.62 0.44 0.29 2.32 ‐0.49

20 1.11 0.31 2.94 0.32 ‐0.01 0.17 1.16 ‐1.23 0.42 0.23 2.28 ‐0.60 0.49 0.28 2.29 ‐0.50

21 0.92 0.33 2.76 0.02 ‐0.05 0.14 0.57 ‐1.06 0.07 0.20 1.43 ‐0.94 0.39 0.25 1.85 ‐0.54

22 1.17 0.38 3.61 0.17 ‐0.08 0.10 0.38 ‐0.77 0.09 0.17 1.12 ‐0.86 0.25 0.21 1.47 ‐0.95

23 1.40 0.47 4.18 0.26 ‐0.09 0.08 0.24 ‐0.46 ‐0.06 0.13 0.66 ‐1.07 0.07 0.18 1.02 ‐1.05

24 1.92 0.64 5.48 0.23 ‐0.10 0.08 0.36 ‐0.51 ‐0.01 0.08 0.54 ‐0.62 ‐0.02 0.12 0.68 ‐0.67

25 0.14 0.11 0.73 ‐0.33 0.00 0.16 1.25 ‐0.84 0.16 0.15 1.09 ‐0.61 0.22 0.13 1.09 ‐0.58

26 0.56 0.21 1.68 ‐0.07 ‐0.04 0.22 1.37 ‐1.19 0.37 0.23 1.83 ‐0.60 0.35 0.25 1.94 ‐0.65

27 0.75 0.27 2.27 0.04 ‐0.03 0.20 1.24 ‐1.31 0.35 0.25 2.23 ‐0.56 0.47 0.28 2.48 ‐0.50

28 1.00 0.32 2.73 0.18 ‐0.04 0.17 0.90 ‐1.15 0.36 0.23 2.09 ‐0.74 0.45 0.27 2.40 ‐0.52

29 1.02 0.34 2.84 0.16 ‐0.04 0.14 0.51 ‐0.94 0.17 0.20 1.74 ‐0.79 0.39 0.24 2.16 ‐0.59

30 1.19 0.39 3.22 0.15 ‐0.06 0.11 0.36 ‐0.71 0.10 0.16 1.18 ‐0.82 0.27 0.20 1.48 ‐0.79

31 1.61 0.50 4.23 0.26 0.02 0.08 0.42 ‐0.36 0.07 0.13 0.71 ‐0.91 0.18 0.17 1.05 ‐0.84

32 1.97 0.58 5.16 0.32 ‐0.04 0.09 0.59 ‐0.59 0.06 0.08 0.50 ‐0.43 0.00 0.12 0.74 ‐0.78

33 0.41 0.12 1.10 ‐0.13 ‐0.04 0.17 1.00 ‐0.97 0.34 0.16 1.52 ‐0.32 0.22 0.16 1.19 ‐0.44

34 0.50 0.21 1.64 ‐0.13 ‐0.07 0.23 1.42 ‐1.47 0.28 0.22 1.92 ‐0.55 0.34 0.23 1.93 ‐0.49

35 0.71 0.27 2.13 ‐0.06 ‐0.07 0.20 1.35 ‐1.41 0.27 0.24 2.18 ‐0.76 0.36 0.27 2.62 ‐0.61

36 1.07 0.32 2.67 0.26 ‐0.03 0.18 0.92 ‐1.27 0.36 0.23 2.12 ‐0.69 0.40 0.26 2.31 ‐0.71

37 1.21 0.34 2.92 0.40 ‐0.05 0.14 0.52 ‐0.94 0.37 0.20 1.97 ‐0.64 0.32 0.23 2.02 ‐0.55

38 1.27 0.40 3.34 0.26 ‐0.06 0.11 0.37 ‐0.71 0.13 0.17 1.08 ‐0.87 0.20 0.19 1.59 ‐0.61

39 1.56 0.52 4.29 0.30 ‐0.06 0.09 0.37 ‐0.45 0.01 0.13 0.66 ‐0.83 0.08 0.16 0.88 ‐0.89

40 2.07 0.64 5.60 0.36 ‐0.15 0.09 0.41 ‐0.62 ‐0.01 0.08 0.49 ‐0.63 ‐0.06 0.11 0.53 ‐0.68

41 0.30 0.12 1.00 ‐0.13 0.05 0.17 1.23 ‐0.83 0.19 0.16 1.47 ‐0.46 0.21 0.15 1.38 ‐0.55

42 0.53 0.20 1.63 ‐0.09 0.05 0.22 1.56 ‐1.14 0.30 0.22 1.76 ‐0.43 0.39 0.24 2.19 ‐0.52

43 1.08 0.28 2.51 0.25 0.00 0.20 1.36 ‐1.17 0.58 0.24 2.16 ‐0.29 0.40 0.27 2.31 ‐0.70

44 1.04 0.32 2.61 0.17 ‐0.04 0.18 0.86 ‐1.12 0.35 0.22 2.05 ‐0.56 0.35 0.26 2.25 ‐0.63

45 1.03 0.33 2.75 0.18 ‐0.02 0.14 0.66 ‐0.97 0.25 0.20 1.86 ‐0.61 0.32 0.23 1.99 ‐0.80

46 1.30 0.40 3.42 0.34 0.00 0.00 0.00 0.00 0.24 0.16 1.26 ‐0.61 0.00 0.00 0.00 0.00

47 1.68 0.54 4.59 0.38 ‐0.04 0.09 0.35 ‐0.47 0.08 0.13 0.83 ‐0.68 0.10 0.15 1.10 ‐0.85

48 1.88 0.62 5.11 0.27 ‐0.05 0.10 0.50 ‐0.52 ‐0.01 0.09 0.53 ‐0.56 0.02 0.11 0.80 ‐0.60

49 0.33 0.14 1.10 ‐0.19 0.07 0.18 1.26 ‐0.88 0.19 0.16 1.28 ‐0.45 0.22 0.17 1.37 ‐0.36

50 0.68 0.22 1.79 0.01 0.05 0.22 1.65 ‐1.16 0.36 0.22 2.02 ‐0.48 0.32 0.24 1.90 ‐0.43

51 0.82 0.28 2.25 0.06 0.05 0.21 1.61 ‐1.35 0.36 0.23 2.03 ‐0.49 0.38 0.26 2.13 ‐0.51

52 0.90 0.32 2.53 0.06 ‐0.02 0.18 1.04 ‐1.12 0.23 0.22 1.82 ‐0.68 0.32 0.25 2.05 ‐0.55

53 1.13 0.36 3.02 0.22 0.01 0.14 0.63 ‐0.98 0.29 0.19 1.58 ‐0.52 0.29 0.22 1.79 ‐0.58

54 1.24 0.42 3.31 0.16 ‐0.07 0.12 0.38 ‐0.79 0.14 0.16 1.24 ‐0.73 0.14 0.18 1.29 ‐0.76

55 1.62 0.55 4.44 0.21 ‐0.04 0.10 0.37 ‐0.53 0.08 0.14 0.72 ‐0.86 0.07 0.14 0.83 ‐0.86

56 2.11 0.66 5.59 0.38 ‐0.03 0.10 0.52 ‐0.47 0.07 0.10 0.61 ‐0.51 0.06 0.12 0.69 ‐0.51

57 0.26 0.13 0.94 ‐0.21 0.09 0.18 1.46 ‐0.80 0.14 0.16 1.32 ‐0.54 0.21 0.16 1.46 ‐0.47

58 0.62 0.23 1.73 0.01 0.15 0.23 1.57 ‐0.96 0.29 0.22 1.94 ‐0.54 0.37 0.23 2.08 ‐0.41

59 0.86 0.29 2.33 0.06 0.09 0.22 1.45 ‐1.20 0.35 0.23 2.08 ‐0.49 0.38 0.24 2.17 ‐0.48

60 1.01 0.33 2.85 0.17 0.02 0.18 1.09 ‐1.11 0.30 0.22 2.35 ‐0.56 0.32 0.23 2.10 ‐0.62

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 2.02 0.43 4.33 0.99 ‐0.01 0.12 0.47 ‐0.65 0.76 0.16 1.96 ‐0.06 0.21 0.16 1.33 ‐0.54

63 1.67 0.58 4.67 0.20 0.03 0.10 0.50 ‐0.45 0.07 0.13 0.83 ‐0.81 0.20 0.14 0.88 ‐0.62

64 2.07 0.64 5.43 0.43 0.01 0.11 0.56 ‐0.60 0.14 0.11 0.76 ‐0.45 0.12 0.13 0.88 ‐0.51

Table D3 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 20o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.00 0.09 0.61 ‐0.42 ‐0.06 0.15 0.97 ‐1.17 ‐0.01 0.14 1.03 ‐0.63 0.11 0.15 1.05 ‐0.52

2 0.08 0.15 0.89 ‐0.54 ‐0.05 0.18 1.11 ‐1.12 0.05 0.18 1.36 ‐0.87 0.21 0.20 1.67 ‐0.58

3 0.37 0.20 1.43 ‐0.42 ‐0.03 0.14 1.02 ‐0.95 0.16 0.19 1.54 ‐0.74 0.21 0.21 2.06 ‐0.57

4 0.50 0.20 1.64 ‐0.15 0.03 0.12 0.75 ‐0.83 0.15 0.17 1.40 ‐0.72 0.26 0.20 1.86 ‐0.54

5 0.47 0.20 1.68 ‐0.17 0.01 0.09 0.59 ‐0.65 0.09 0.14 1.25 ‐0.61 0.20 0.17 1.56 ‐0.79

6 0.53 0.22 1.77 ‐0.37 ‐0.01 0.07 0.56 ‐0.60 0.00 0.13 0.75 ‐0.95 0.08 0.14 1.26 ‐0.60

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.92 0.50 3.46 ‐0.33 0.00 0.08 0.61 ‐0.44 0.02 0.09 0.56 ‐0.47 0.00 0.11 0.65 ‐0.55

9 0.05 0.08 0.58 ‐0.43 0.05 0.16 1.16 ‐0.77 0.12 0.13 1.05 ‐0.48 0.23 0.15 1.24 ‐0.44

10 0.45 0.19 1.56 ‐0.08 0.07 0.20 1.50 ‐1.05 0.30 0.21 1.98 ‐0.48 0.34 0.22 1.76 ‐0.43

11 0.68 0.24 1.92 0.00 0.10 0.17 1.32 ‐1.00 0.41 0.22 2.36 ‐0.55 0.41 0.24 2.24 ‐0.47

12 0.82 0.27 2.13 0.07 0.00 0.15 0.85 ‐1.00 0.31 0.21 2.23 ‐0.67 0.30 0.23 2.12 ‐0.58

13 0.66 0.27 2.16 ‐0.07 0.02 0.12 0.59 ‐0.83 0.18 0.18 1.76 ‐0.69 0.28 0.20 1.92 ‐0.63

14 0.90 0.30 2.57 ‐0.03 0.06 0.09 0.45 ‐0.56 0.21 0.14 1.09 ‐0.49 0.22 0.17 1.42 ‐0.79

15 1.17 0.41 3.22 ‐0.07 ‐0.03 0.08 0.32 ‐0.51 0.04 0.12 0.82 ‐0.61 0.10 0.14 0.90 ‐0.74

16 1.58 0.55 4.44 0.07 0.01 0.08 0.48 ‐0.36 0.20 0.10 0.76 ‐0.39 0.05 0.12 0.64 ‐0.72

17 0.17 0.11 0.83 ‐0.27 0.07 0.16 1.19 ‐0.75 0.15 0.15 1.12 ‐0.50 0.27 0.15 1.34 ‐0.33

18 0.38 0.19 1.45 ‐0.27 0.00 0.00 0.00 0.00 0.23 0.20 1.53 ‐0.49 0.00 0.00 0.00 0.00

19 0.75 0.24 2.03 ‐0.03 0.03 0.18 1.23 ‐1.07 0.38 0.21 1.84 ‐0.40 0.30 0.25 2.18 ‐0.55

20 1.12 0.27 2.55 0.32 0.05 0.16 1.00 ‐1.00 0.55 0.20 1.99 ‐0.22 0.39 0.23 2.16 ‐0.57

21 0.79 0.29 2.28 ‐0.02 0.02 0.13 0.65 ‐0.82 0.14 0.17 1.40 ‐0.69 0.28 0.20 1.78 ‐0.56

22 1.05 0.33 2.94 0.14 ‐0.04 0.11 0.37 ‐0.76 0.20 0.15 1.23 ‐0.66 0.17 0.16 1.36 ‐0.72

23 1.16 0.41 3.47 0.00 ‐0.02 0.09 0.33 ‐0.49 0.03 0.13 0.69 ‐0.72 0.06 0.14 0.84 ‐0.93

24 1.55 0.57 4.44 ‐0.04 ‐0.02 0.10 0.50 ‐0.34 0.07 0.12 0.67 ‐0.68 0.03 0.12 0.65 ‐0.63

25 0.09 0.10 0.72 ‐0.39 0.04 0.14 1.00 ‐0.75 0.10 0.13 1.01 ‐0.46 0.18 0.12 1.04 ‐0.31

26 0.54 0.19 1.67 ‐0.05 0.09 0.20 1.49 ‐1.05 0.36 0.19 1.83 ‐0.43 0.29 0.21 1.72 ‐0.46

27 0.67 0.25 2.04 0.02 0.07 0.19 1.53 ‐1.06 0.35 0.21 1.84 ‐0.42 0.39 0.23 2.29 ‐0.53

28 0.95 0.28 2.66 0.22 0.03 0.16 1.05 ‐0.97 0.40 0.20 2.01 ‐0.41 0.35 0.22 2.30 ‐0.56

29 0.92 0.30 2.61 0.15 0.03 0.13 0.72 ‐0.87 0.21 0.17 1.47 ‐0.61 0.30 0.19 2.07 ‐0.62

30 1.02 0.35 2.75 0.10 0.00 0.11 0.46 ‐0.76 0.16 0.15 1.19 ‐0.60 0.22 0.16 1.41 ‐0.65

31 1.43 0.44 3.92 0.23 0.12 0.09 0.52 ‐0.37 0.16 0.13 0.86 ‐0.57 0.22 0.13 1.07 ‐0.54

32 1.76 0.54 4.75 0.27 0.05 0.10 0.54 ‐0.37 0.17 0.11 0.76 ‐0.31 0.08 0.13 0.75 ‐0.63

33 0.45 0.11 1.08 0.06 ‐0.02 0.16 0.96 ‐0.92 0.33 0.14 1.24 ‐0.18 0.17 0.13 1.01 ‐0.35

34 0.43 0.19 1.50 ‐0.17 0.03 0.20 1.29 ‐0.95 0.23 0.19 1.65 ‐0.46 0.25 0.19 1.59 ‐0.39

35 0.60 0.25 1.92 ‐0.10 ‐0.02 0.19 1.37 ‐1.07 0.21 0.21 1.76 ‐0.52 0.25 0.22 1.87 ‐0.62

36 1.05 0.29 2.56 0.25 0.03 0.17 1.30 ‐0.83 0.38 0.20 1.87 ‐0.38 0.30 0.21 1.96 ‐0.53

37 1.18 0.31 2.87 0.32 ‐0.01 0.14 0.77 ‐0.77 0.43 0.17 1.80 ‐0.32 0.25 0.18 1.66 ‐0.59

38 1.18 0.35 3.39 0.30 0.00 0.11 0.47 ‐0.75 0.21 0.15 1.15 ‐0.51 0.16 0.15 1.18 ‐0.66

39 1.34 0.44 3.41 0.21 0.00 0.10 0.44 ‐0.51 0.11 0.13 0.94 ‐0.62 0.12 0.13 0.83 ‐0.64

40 1.88 0.59 5.12 0.39 ‐0.10 0.11 0.51 ‐0.54 0.09 0.11 0.68 ‐0.45 0.01 0.13 0.68 ‐0.59

41 0.28 0.12 0.95 ‐0.17 0.10 0.15 1.15 ‐0.62 0.14 0.14 1.11 ‐0.43 0.19 0.13 1.00 ‐0.35

42 0.47 0.19 1.40 ‐0.14 0.14 0.20 1.55 ‐0.71 0.24 0.19 1.62 ‐0.52 0.36 0.20 1.75 ‐0.41

43 1.17 0.26 2.38 0.44 0.08 0.20 1.64 ‐0.89 0.64 0.21 2.35 ‐0.18 0.35 0.21 1.90 ‐0.45

44 1.02 0.29 2.51 0.22 0.01 0.17 1.23 ‐0.93 0.36 0.20 2.00 ‐0.39 0.28 0.20 1.89 ‐0.66

45 0.93 0.30 2.46 0.07 0.03 0.14 0.77 ‐0.72 0.25 0.17 1.53 ‐0.46 0.27 0.18 1.50 ‐0.57

46 1.26 0.36 3.06 0.24 0.00 0.00 0.00 0.00 0.30 0.14 1.31 ‐0.35 0.00 0.00 0.00 0.00

47 1.55 0.47 4.07 0.26 0.01 0.10 0.50 ‐0.53 0.17 0.12 0.84 ‐0.63 0.15 0.13 0.78 ‐0.60

48 1.73 0.54 4.60 0.19 0.03 0.11 0.63 ‐0.48 0.07 0.11 0.70 ‐0.46 0.11 0.13 0.75 ‐0.57

49 0.32 0.13 1.06 ‐0.13 0.07 0.16 1.11 ‐0.66 0.15 0.14 1.14 ‐0.42 0.19 0.15 1.19 ‐0.42

50 0.67 0.20 1.72 ‐0.02 0.06 0.21 1.66 ‐0.89 0.34 0.19 1.68 ‐0.42 0.27 0.21 1.81 ‐0.46

51 0.73 0.25 1.99 ‐0.01 0.09 0.21 1.50 ‐1.06 0.32 0.20 1.74 ‐0.45 0.34 0.22 2.01 ‐0.48

52 0.76 0.30 2.22 ‐0.11 0.05 0.17 1.29 ‐0.96 0.18 0.19 1.48 ‐0.53 0.28 0.20 2.15 ‐0.53

53 1.03 0.32 2.70 0.18 0.07 0.14 0.89 ‐0.80 0.30 0.17 1.55 ‐0.43 0.28 0.17 1.96 ‐0.42

54 1.10 0.38 3.44 0.14 ‐0.04 0.12 0.51 ‐0.91 0.16 0.14 1.09 ‐0.61 0.14 0.14 1.07 ‐0.56

55 1.45 0.49 3.87 0.25 0.02 0.11 0.54 ‐0.56 0.16 0.12 0.77 ‐0.73 0.14 0.13 0.79 ‐0.65

56 2.03 0.60 5.16 0.54 0.04 0.12 0.66 ‐0.48 0.18 0.13 0.86 ‐0.36 0.19 0.14 1.02 ‐0.44

57 0.18 0.12 0.89 ‐0.26 0.11 0.16 1.14 ‐0.72 0.09 0.14 1.06 ‐0.49 0.20 0.15 1.26 ‐0.32

58 0.56 0.21 1.65 ‐0.04 0.26 0.21 1.63 ‐0.63 0.25 0.20 1.72 ‐0.47 0.36 0.21 1.83 ‐0.41

59 0.78 0.27 2.03 0.02 0.22 0.20 1.55 ‐0.63 0.32 0.21 1.92 ‐0.50 0.39 0.22 1.92 ‐0.50

60 0.93 0.30 2.52 0.11 0.10 0.17 1.09 ‐0.83 0.28 0.19 1.78 ‐0.54 0.34 0.20 1.86 ‐0.48

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 2.23 0.39 4.24 1.27 0.04 0.12 0.62 ‐0.62 0.98 0.14 1.95 0.31 0.27 0.14 1.20 ‐0.44

63 1.46 0.52 4.61 0.12 0.10 0.11 0.69 ‐0.51 0.13 0.13 0.84 ‐0.53 0.31 0.14 1.00 ‐0.23

64 1.93 0.58 5.46 0.39 0.09 0.12 0.73 ‐0.42 0.27 0.13 0.97 ‐0.15 0.26 0.15 1.06 ‐0.19

Table D4 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 30o

Tap 

No #

Array A Array B Array C Array D

Page 153 of 225



Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.05 0.08 0.51 ‐0.41 ‐0.05 0.14 0.80 ‐0.86 ‐0.07 0.11 0.71 ‐0.60 0.08 0.12 0.88 ‐0.53

2 0.02 0.13 0.63 ‐0.50 ‐0.01 0.15 1.02 ‐0.90 0.00 0.14 0.94 ‐0.68 0.17 0.15 1.23 ‐0.37

3 0.28 0.17 1.19 ‐0.54 ‐0.02 0.12 0.82 ‐0.76 0.11 0.15 1.31 ‐0.60 0.13 0.16 1.28 ‐0.57

4 0.41 0.17 1.34 ‐0.22 0.05 0.11 0.67 ‐0.88 0.13 0.14 1.28 ‐0.58 0.19 0.15 1.42 ‐0.52

5 0.36 0.17 1.22 ‐0.27 0.01 0.08 0.51 ‐0.61 0.09 0.12 1.16 ‐0.53 0.13 0.12 1.06 ‐0.42

6 0.40 0.19 1.32 ‐0.63 0.00 0.07 0.28 ‐0.49 0.02 0.11 0.68 ‐0.88 0.04 0.10 0.74 ‐0.56

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.71 0.42 2.85 ‐0.27 0.03 0.08 0.46 ‐0.42 0.07 0.10 0.55 ‐0.53 0.03 0.10 0.55 ‐0.44

9 0.01 0.07 0.42 ‐0.37 0.10 0.13 0.97 ‐0.53 0.05 0.10 0.67 ‐0.47 0.22 0.13 1.11 ‐0.35

10 0.40 0.17 1.28 ‐0.18 0.14 0.18 1.33 ‐0.87 0.27 0.18 1.42 ‐0.61 0.32 0.20 1.58 ‐0.43

11 0.60 0.21 1.80 ‐0.11 0.16 0.17 1.33 ‐0.72 0.38 0.18 1.83 ‐0.45 0.37 0.20 1.70 ‐0.45

12 0.73 0.24 2.10 0.00 0.04 0.14 0.94 ‐0.89 0.30 0.17 1.77 ‐0.48 0.24 0.19 1.79 ‐0.55

13 0.53 0.23 1.79 ‐0.27 0.04 0.11 0.75 ‐0.61 0.16 0.15 1.60 ‐0.50 0.22 0.15 1.42 ‐0.35

14 0.73 0.26 2.04 ‐0.04 0.09 0.09 0.60 ‐0.44 0.25 0.12 1.22 ‐0.47 0.19 0.12 1.13 ‐0.47

15 0.94 0.38 2.74 ‐0.14 ‐0.01 0.08 0.41 ‐0.45 0.10 0.11 0.87 ‐0.59 0.10 0.11 0.76 ‐0.60

16 1.28 0.51 3.82 ‐0.07 0.04 0.09 0.53 ‐0.33 0.31 0.11 0.90 ‐0.24 0.10 0.11 0.64 ‐0.53

17 0.14 0.10 0.69 ‐0.28 0.10 0.14 1.04 ‐0.57 0.10 0.12 0.94 ‐0.41 0.28 0.14 1.20 ‐0.25

18 0.31 0.16 1.14 ‐0.22 0.00 0.00 0.00 0.00 0.17 0.16 1.34 ‐0.47 0.00 0.00 0.00 0.00

19 0.66 0.21 1.75 0.02 0.08 0.17 1.25 ‐0.87 0.35 0.17 1.61 ‐0.32 0.32 0.20 1.86 ‐0.47

20 1.04 0.24 2.32 0.35 0.09 0.15 1.09 ‐0.77 0.59 0.16 1.87 ‐0.04 0.37 0.18 1.98 ‐0.27

21 0.64 0.26 2.06 ‐0.07 0.04 0.12 0.75 ‐0.66 0.14 0.15 1.39 ‐0.45 0.24 0.15 1.44 ‐0.32

22 0.89 0.29 2.44 ‐0.04 ‐0.03 0.10 0.54 ‐0.71 0.26 0.12 1.21 ‐0.53 0.14 0.12 0.93 ‐0.47

23 0.93 0.37 2.88 ‐0.10 0.00 0.09 0.43 ‐0.57 0.10 0.12 0.77 ‐0.61 0.08 0.12 0.74 ‐0.65

24 1.19 0.54 3.76 ‐0.12 0.01 0.10 0.53 ‐0.43 0.16 0.12 0.82 ‐0.34 0.08 0.12 0.71 ‐0.47

25 0.04 0.08 0.49 ‐0.33 0.06 0.11 0.74 ‐0.54 0.04 0.11 0.71 ‐0.46 0.18 0.10 0.92 ‐0.29

26 0.48 0.17 1.40 ‐0.11 0.15 0.18 1.37 ‐0.56 0.32 0.17 1.57 ‐0.35 0.28 0.20 1.55 ‐0.52

27 0.59 0.23 1.73 ‐0.07 0.14 0.18 1.49 ‐0.71 0.30 0.18 1.79 ‐0.40 0.39 0.21 1.87 ‐0.53

28 0.84 0.26 2.14 0.12 0.09 0.15 1.13 ‐0.72 0.39 0.16 1.61 ‐0.33 0.35 0.18 1.77 ‐0.43

29 0.77 0.27 2.46 0.03 0.07 0.12 1.08 ‐0.61 0.20 0.14 1.21 ‐0.43 0.31 0.16 1.49 ‐0.37

30 0.80 0.31 2.51 ‐0.09 0.04 0.10 0.71 ‐0.56 0.17 0.13 1.07 ‐0.51 0.24 0.13 1.07 ‐0.46

31 1.15 0.40 3.18 ‐0.09 0.16 0.09 0.63 ‐0.39 0.22 0.11 0.90 ‐0.40 0.29 0.12 0.87 ‐0.34

32 1.42 0.51 4.40 0.00 0.07 0.10 0.63 ‐0.31 0.25 0.13 0.96 ‐0.24 0.14 0.13 0.77 ‐0.52

33 0.44 0.10 0.98 0.10 ‐0.01 0.13 0.84 ‐0.71 0.32 0.13 1.08 ‐0.24 0.14 0.13 0.97 ‐0.49

34 0.36 0.17 1.21 ‐0.18 0.08 0.17 1.31 ‐0.75 0.15 0.17 1.34 ‐0.53 0.24 0.19 1.40 ‐0.44

35 0.49 0.22 1.59 ‐0.19 0.03 0.17 1.25 ‐0.91 0.13 0.18 1.41 ‐0.55 0.23 0.20 1.68 ‐0.54

36 0.94 0.26 2.30 0.22 0.09 0.15 1.14 ‐0.81 0.35 0.16 1.51 ‐0.40 0.30 0.18 1.59 ‐0.43

37 1.06 0.28 2.42 0.31 0.04 0.13 0.90 ‐0.61 0.43 0.14 1.54 ‐0.14 0.28 0.16 1.51 ‐0.35

38 1.02 0.32 2.64 0.15 0.04 0.11 0.53 ‐0.61 0.23 0.12 1.09 ‐0.33 0.22 0.13 1.11 ‐0.43

39 1.09 0.39 3.17 0.00 0.04 0.10 0.51 ‐0.56 0.17 0.12 0.76 ‐0.53 0.21 0.12 0.76 ‐0.42

40 1.50 0.54 4.07 ‐0.20 ‐0.07 0.11 0.62 ‐0.54 0.16 0.12 0.76 ‐0.27 0.10 0.14 0.79 ‐0.49

41 0.24 0.11 0.87 ‐0.19 0.09 0.12 0.95 ‐0.44 0.11 0.14 0.99 ‐0.46 0.18 0.12 1.00 ‐0.34

42 0.39 0.17 1.25 ‐0.17 0.14 0.18 1.34 ‐0.66 0.16 0.19 1.31 ‐0.61 0.34 0.19 1.51 ‐0.33

43 1.14 0.24 2.33 0.45 0.11 0.18 1.35 ‐0.77 0.66 0.20 1.87 ‐0.17 0.34 0.21 1.58 ‐0.47

44 0.93 0.27 2.31 0.24 0.06 0.16 1.00 ‐0.83 0.32 0.18 1.48 ‐0.47 0.29 0.19 1.62 ‐0.44

45 0.78 0.27 2.15 0.08 0.06 0.13 0.84 ‐0.63 0.18 0.15 1.15 ‐0.53 0.29 0.16 1.55 ‐0.47

46 1.07 0.33 2.85 0.22 0.00 0.00 0.00 0.00 0.31 0.13 1.05 ‐0.25 0.00 0.00 0.00 0.00

47 1.31 0.43 3.58 0.13 0.02 0.10 0.56 ‐0.58 0.21 0.12 0.77 ‐0.46 0.20 0.13 0.84 ‐0.38

48 1.42 0.51 4.34 0.02 0.05 0.11 0.70 ‐0.35 0.14 0.13 0.78 ‐0.42 0.20 0.14 0.98 ‐0.26

49 0.28 0.11 0.94 ‐0.10 0.03 0.14 0.95 ‐0.58 0.13 0.14 0.98 ‐0.39 0.16 0.15 1.03 ‐0.44

50 0.61 0.18 1.51 0.05 0.03 0.19 1.26 ‐0.74 0.32 0.19 1.57 ‐0.37 0.22 0.20 1.46 ‐0.54

51 0.62 0.23 1.77 0.00 0.10 0.20 1.38 ‐0.95 0.28 0.19 1.51 ‐0.51 0.31 0.21 1.52 ‐0.56

52 0.62 0.27 2.00 ‐0.14 0.09 0.16 1.14 ‐0.83 0.12 0.18 1.33 ‐0.83 0.28 0.19 1.51 ‐0.49

53 0.90 0.29 2.32 0.07 0.11 0.13 0.85 ‐0.58 0.28 0.15 1.25 ‐0.47 0.32 0.17 1.28 ‐0.32

54 0.92 0.33 2.90 0.04 ‐0.02 0.12 0.53 ‐0.73 0.16 0.13 0.96 ‐0.54 0.20 0.14 1.09 ‐0.45

55 1.18 0.41 3.24 0.09 0.06 0.11 0.62 ‐0.60 0.22 0.12 0.82 ‐0.37 0.25 0.14 0.88 ‐0.27

56 1.74 0.56 4.90 0.12 0.10 0.13 0.79 ‐0.41 0.30 0.15 1.05 ‐0.17 0.36 0.17 1.26 ‐0.19

57 0.12 0.12 0.77 ‐0.31 0.08 0.14 1.03 ‐0.48 0.08 0.14 1.05 ‐0.52 0.22 0.14 1.09 ‐0.38

58 0.48 0.20 1.49 ‐0.13 0.24 0.18 1.48 ‐0.54 0.23 0.19 1.57 ‐0.49 0.37 0.19 1.50 ‐0.37

59 0.68 0.25 2.05 ‐0.07 0.24 0.18 1.51 ‐0.58 0.29 0.20 1.71 ‐0.56 0.38 0.19 1.61 ‐0.42

60 0.81 0.28 2.25 0.07 0.13 0.16 1.28 ‐0.57 0.23 0.19 1.39 ‐0.66 0.33 0.18 1.47 ‐0.59

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 2.18 0.37 4.09 1.22 0.08 0.12 0.63 ‐0.50 1.16 0.13 1.89 0.51 0.33 0.15 1.08 ‐0.33

63 1.21 0.46 3.56 ‐0.01 0.15 0.13 0.71 ‐0.47 0.15 0.14 0.89 ‐0.48 0.40 0.15 1.15 ‐0.21

64 1.73 0.53 4.57 0.31 0.15 0.14 0.92 ‐0.33 0.39 0.16 1.17 ‐0.13 0.41 0.18 1.28 ‐0.12

Table D5 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 40o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.09 0.06 0.31 ‐0.35 ‐0.02 0.10 0.58 ‐0.63 ‐0.09 0.09 0.54 ‐0.49 0.05 0.10 0.63 ‐0.33

2 ‐0.01 0.10 0.55 ‐0.58 0.02 0.11 0.88 ‐0.56 0.01 0.11 0.75 ‐0.53 0.15 0.14 1.07 ‐0.44

3 0.22 0.12 0.93 ‐0.45 0.01 0.10 0.88 ‐0.53 0.14 0.11 0.94 ‐0.44 0.12 0.13 1.07 ‐0.41

4 0.32 0.13 1.14 ‐0.19 0.09 0.09 0.87 ‐0.51 0.14 0.10 0.97 ‐0.43 0.19 0.12 1.23 ‐0.42

5 0.24 0.13 1.04 ‐0.28 0.03 0.07 0.54 ‐0.50 0.07 0.08 0.74 ‐0.40 0.13 0.10 1.09 ‐0.43

6 0.27 0.15 1.06 ‐0.53 0.01 0.07 0.35 ‐0.44 0.03 0.09 0.51 ‐0.56 0.04 0.08 0.73 ‐0.54

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.50 0.35 2.26 ‐0.40 0.05 0.08 0.53 ‐0.33 0.15 0.10 0.73 ‐0.22 0.05 0.08 0.54 ‐0.37

9 ‐0.02 0.06 0.32 ‐0.37 0.09 0.10 0.78 ‐0.37 0.03 0.09 0.65 ‐0.45 0.21 0.11 0.90 ‐0.22

10 0.33 0.14 1.09 ‐0.19 0.14 0.15 1.19 ‐0.60 0.25 0.16 1.33 ‐0.38 0.30 0.18 1.54 ‐0.37

11 0.49 0.17 1.39 ‐0.14 0.18 0.14 1.30 ‐0.49 0.36 0.16 1.41 ‐0.26 0.35 0.19 1.79 ‐0.38

12 0.62 0.19 1.67 ‐0.01 0.08 0.12 1.16 ‐0.68 0.31 0.14 1.24 ‐0.25 0.23 0.17 1.40 ‐0.54

13 0.38 0.18 1.39 ‐0.29 0.06 0.10 0.91 ‐0.64 0.14 0.11 0.88 ‐0.36 0.21 0.13 1.18 ‐0.46

14 0.55 0.20 1.66 ‐0.20 0.12 0.09 0.57 ‐0.51 0.25 0.09 0.80 ‐0.21 0.20 0.11 1.10 ‐0.43

15 0.73 0.30 2.29 ‐0.21 ‐0.02 0.08 0.36 ‐0.52 0.12 0.10 0.67 ‐0.33 0.07 0.10 0.77 ‐0.57

16 1.07 0.40 3.14 ‐0.02 0.04 0.09 0.57 ‐0.30 0.39 0.11 1.00 0.00 0.11 0.09 0.65 ‐0.33

17 0.09 0.08 0.53 ‐0.25 0.11 0.11 0.84 ‐0.30 0.09 0.11 0.75 ‐0.38 0.26 0.12 1.03 ‐0.22

18 0.23 0.13 0.95 ‐0.31 0.00 0.00 0.00 0.00 0.15 0.15 1.14 ‐0.39 0.00 0.00 0.00 0.00

19 0.56 0.17 1.43 0.02 0.12 0.14 1.19 ‐0.55 0.36 0.15 1.38 ‐0.27 0.33 0.18 1.74 ‐0.30

20 0.93 0.19 1.99 0.30 0.13 0.12 1.15 ‐0.55 0.63 0.14 1.52 0.05 0.37 0.16 1.58 ‐0.31

21 0.46 0.21 1.58 ‐0.27 0.07 0.10 0.91 ‐0.58 0.12 0.12 0.84 ‐0.39 0.25 0.14 1.17 ‐0.36

22 0.72 0.23 1.93 ‐0.07 ‐0.01 0.09 0.43 ‐0.50 0.30 0.10 0.87 ‐0.25 0.15 0.11 0.85 ‐0.47

23 0.72 0.29 2.29 ‐0.14 0.04 0.10 0.64 ‐0.51 0.18 0.12 0.78 ‐0.32 0.11 0.11 0.69 ‐0.52

24 0.92 0.42 3.00 ‐0.20 0.03 0.10 0.57 ‐0.36 0.26 0.14 0.94 ‐0.18 0.11 0.11 0.73 ‐0.29

25 ‐0.02 0.07 0.39 ‐0.42 0.04 0.08 0.68 ‐0.40 0.01 0.09 0.64 ‐0.38 0.16 0.09 0.74 ‐0.32

26 0.39 0.15 1.20 ‐0.14 0.13 0.15 1.17 ‐0.52 0.30 0.15 1.33 ‐0.26 0.23 0.17 1.44 ‐0.42

27 0.45 0.19 1.61 ‐0.15 0.15 0.15 1.22 ‐0.55 0.27 0.16 1.54 ‐0.34 0.33 0.18 1.78 ‐0.45

28 0.70 0.21 1.92 ‐0.01 0.12 0.13 1.00 ‐0.57 0.39 0.14 1.41 ‐0.39 0.32 0.16 1.63 ‐0.39

29 0.59 0.21 1.73 ‐0.05 0.11 0.11 0.81 ‐0.47 0.17 0.12 0.94 ‐0.39 0.30 0.14 1.25 ‐0.26

30 0.56 0.25 1.97 ‐0.18 0.06 0.10 0.59 ‐0.41 0.15 0.11 0.67 ‐0.35 0.24 0.12 1.03 ‐0.37

31 0.85 0.33 2.70 ‐0.15 0.18 0.10 0.66 ‐0.24 0.22 0.11 0.71 ‐0.28 0.30 0.11 0.86 ‐0.25

32 1.09 0.42 3.31 ‐0.07 0.08 0.12 0.69 ‐0.41 0.30 0.14 1.10 ‐0.19 0.15 0.12 0.82 ‐0.32

33 0.43 0.08 0.94 0.07 ‐0.02 0.10 0.70 ‐0.49 0.33 0.10 1.01 ‐0.14 0.10 0.11 0.77 ‐0.52

34 0.28 0.14 1.01 ‐0.27 0.08 0.14 1.01 ‐0.49 0.12 0.15 1.09 ‐0.57 0.20 0.15 1.20 ‐0.48

35 0.34 0.18 1.35 ‐0.31 0.03 0.14 0.90 ‐0.65 0.07 0.15 1.24 ‐0.50 0.16 0.16 1.36 ‐0.49

36 0.80 0.21 1.98 0.11 0.11 0.13 0.90 ‐0.54 0.34 0.14 1.37 ‐0.19 0.25 0.16 1.34 ‐0.43

37 0.89 0.22 2.14 0.25 0.08 0.11 0.71 ‐0.49 0.42 0.12 1.32 ‐0.10 0.25 0.14 1.21 ‐0.38

38 0.81 0.25 2.18 0.06 0.10 0.10 0.55 ‐0.37 0.24 0.11 0.86 ‐0.22 0.26 0.12 0.90 ‐0.26

39 0.81 0.31 2.40 ‐0.16 0.11 0.11 0.62 ‐0.30 0.22 0.13 0.86 ‐0.28 0.27 0.12 0.84 ‐0.21

40 1.07 0.44 3.54 ‐0.11 ‐0.02 0.12 0.62 ‐0.41 0.24 0.13 0.87 ‐0.26 0.13 0.13 0.82 ‐0.31

41 0.20 0.10 0.71 ‐0.15 0.09 0.10 0.75 ‐0.40 0.10 0.12 0.99 ‐0.51 0.18 0.11 0.89 ‐0.30

42 0.28 0.15 1.03 ‐0.18 0.13 0.15 1.26 ‐0.69 0.11 0.15 1.27 ‐0.60 0.33 0.17 1.35 ‐0.49

43 1.05 0.21 2.13 0.36 0.08 0.15 1.06 ‐0.60 0.68 0.16 1.99 ‐0.04 0.28 0.17 1.36 ‐0.38

44 0.78 0.23 1.91 0.04 0.04 0.13 0.87 ‐0.57 0.28 0.14 1.34 ‐0.35 0.22 0.15 1.25 ‐0.42

45 0.59 0.22 1.75 ‐0.09 0.06 0.11 0.66 ‐0.51 0.11 0.13 1.08 ‐0.38 0.23 0.13 1.10 ‐0.39

46 0.85 0.27 2.30 0.12 0.00 0.00 0.00 0.00 0.29 0.11 0.95 ‐0.23 0.00 0.00 0.00 0.00

47 0.96 0.35 2.75 ‐0.16 0.01 0.11 0.53 ‐0.55 0.16 0.13 0.77 ‐0.47 0.16 0.13 0.74 ‐0.45

48 1.01 0.42 3.26 ‐0.24 0.09 0.12 0.75 ‐0.27 0.16 0.14 0.91 ‐0.28 0.22 0.13 0.86 ‐0.23

49 0.23 0.10 0.76 ‐0.18 0.03 0.12 0.76 ‐0.51 0.16 0.12 0.94 ‐0.40 0.18 0.13 0.86 ‐0.34

50 0.54 0.15 1.29 0.00 0.04 0.16 1.09 ‐0.78 0.39 0.17 1.33 ‐0.35 0.27 0.18 1.35 ‐0.45

51 0.46 0.19 1.51 ‐0.11 0.12 0.15 1.17 ‐0.61 0.28 0.16 1.28 ‐0.46 0.31 0.17 1.35 ‐0.31

52 0.40 0.22 1.59 ‐0.34 0.07 0.13 1.03 ‐0.62 0.05 0.14 0.91 ‐0.63 0.23 0.15 1.21 ‐0.33

53 0.69 0.25 1.91 ‐0.06 0.11 0.11 0.90 ‐0.41 0.23 0.12 1.09 ‐0.30 0.27 0.13 0.97 ‐0.35

54 0.72 0.28 2.19 ‐0.10 ‐0.01 0.11 0.54 ‐0.59 0.13 0.12 0.78 ‐0.36 0.17 0.12 0.78 ‐0.40

55 0.90 0.35 2.63 ‐0.16 0.09 0.12 0.60 ‐0.41 0.24 0.13 0.81 ‐0.44 0.27 0.13 0.95 ‐0.31

56 1.32 0.45 3.56 0.01 0.18 0.14 0.86 ‐0.21 0.38 0.16 1.26 ‐0.13 0.47 0.17 1.46 ‐0.14

57 0.05 0.10 0.76 ‐0.43 0.12 0.14 1.03 ‐0.53 0.10 0.14 0.89 ‐0.52 0.29 0.15 1.12 ‐0.31

58 0.36 0.18 1.37 ‐0.34 0.29 0.19 1.40 ‐0.43 0.26 0.20 1.36 ‐0.49 0.46 0.22 1.61 ‐0.35

59 0.52 0.22 1.63 ‐0.16 0.28 0.19 1.39 ‐0.48 0.31 0.19 1.40 ‐0.54 0.45 0.21 1.57 ‐0.36

60 0.63 0.23 1.90 ‐0.10 0.14 0.15 1.17 ‐0.68 0.22 0.16 1.23 ‐0.47 0.35 0.17 1.36 ‐0.31

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.97 0.31 3.63 1.02 0.09 0.11 0.82 ‐0.44 1.28 0.12 1.95 0.78 0.30 0.13 0.99 ‐0.26

63 0.91 0.41 3.06 ‐0.32 0.15 0.14 0.78 ‐0.35 0.08 0.14 0.72 ‐0.53 0.35 0.15 1.03 ‐0.23

64 1.41 0.47 4.03 0.01 0.24 0.16 1.04 ‐0.25 0.44 0.17 1.31 ‐0.06 0.45 0.19 1.35 ‐0.07

Table D6 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 50o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.11 0.05 0.28 ‐0.49 ‐0.01 0.07 0.53 ‐0.51 0.10 0.08 0.67 ‐0.29 0.05 0.08 0.57 ‐0.31

2 ‐0.02 0.08 0.44 ‐0.54 0.04 0.10 0.71 ‐0.56 0.15 0.10 0.82 ‐0.27 0.12 0.11 0.78 ‐0.38

3 0.18 0.09 0.81 ‐0.29 0.04 0.09 0.81 ‐0.51 0.16 0.10 0.91 ‐0.31 0.10 0.11 0.93 ‐0.44

4 0.26 0.11 0.93 ‐0.27 0.12 0.08 0.75 ‐0.41 0.13 0.09 0.87 ‐0.27 0.09 0.10 0.87 ‐0.38

5 0.17 0.10 0.81 ‐0.37 0.05 0.07 0.68 ‐0.43 0.09 0.07 0.68 ‐0.31 0.07 0.08 0.80 ‐0.42

6 0.17 0.13 0.79 ‐0.60 0.02 0.06 0.53 ‐0.40 0.03 0.08 0.45 ‐0.59 0.03 0.07 0.63 ‐0.42

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.36 0.28 1.98 ‐0.41 0.06 0.08 0.54 ‐0.35 0.17 0.10 0.69 ‐0.21 0.05 0.07 0.44 ‐0.30

9 ‐0.04 0.06 0.34 ‐0.44 0.09 0.08 0.67 ‐0.29 0.05 0.08 0.68 ‐0.28 0.11 0.09 0.73 ‐0.40

10 0.28 0.13 1.08 ‐0.35 0.15 0.14 1.15 ‐0.47 0.24 0.15 1.19 ‐0.33 0.18 0.16 1.22 ‐0.54

11 0.41 0.16 1.35 ‐0.25 0.21 0.13 1.15 ‐0.41 0.23 0.14 1.24 ‐0.38 0.17 0.16 1.23 ‐0.48

12 0.53 0.17 1.54 ‐0.08 0.10 0.12 0.88 ‐0.48 0.24 0.12 1.15 ‐0.37 0.16 0.14 1.41 ‐0.53

13 0.25 0.15 1.11 ‐0.49 0.08 0.09 0.82 ‐0.42 0.16 0.10 0.92 ‐0.31 0.10 0.11 1.23 ‐0.45

14 0.40 0.17 1.30 ‐0.31 0.13 0.09 0.79 ‐0.34 0.09 0.08 0.60 ‐0.29 0.08 0.10 0.83 ‐0.52

15 0.56 0.26 1.83 ‐0.22 ‐0.05 0.09 0.39 ‐0.48 0.12 0.10 0.68 ‐0.31 0.00 0.09 0.52 ‐0.55

16 0.93 0.34 2.70 ‐0.12 0.04 0.09 0.52 ‐0.33 0.15 0.10 0.78 ‐0.25 0.05 0.08 0.56 ‐0.39

17 0.06 0.07 0.51 ‐0.37 0.13 0.09 0.70 ‐0.41 0.17 0.09 0.81 ‐0.23 0.16 0.10 0.79 ‐0.34

18 0.16 0.12 0.87 ‐0.39 0.00 0.00 0.00 0.00 0.23 0.14 1.04 ‐0.36 0.00 0.00 0.00 0.00

19 0.49 0.15 1.39 ‐0.07 0.15 0.13 0.98 ‐0.39 0.29 0.13 1.20 ‐0.44 0.21 0.14 1.33 ‐0.35

20 0.85 0.17 1.87 0.27 0.16 0.11 0.87 ‐0.40 0.28 0.12 1.21 ‐0.26 0.18 0.13 1.22 ‐0.44

21 0.33 0.18 1.27 ‐0.37 0.10 0.10 0.75 ‐0.37 0.22 0.10 1.01 ‐0.29 0.13 0.11 1.09 ‐0.42

22 0.58 0.20 1.69 ‐0.12 0.01 0.09 0.46 ‐0.43 0.24 0.10 0.78 ‐0.23 0.09 0.09 0.75 ‐0.48

23 0.57 0.24 1.95 ‐0.31 0.06 0.11 0.68 ‐0.45 0.28 0.15 1.00 ‐0.21 0.11 0.12 0.75 ‐0.46

24 0.74 0.35 2.61 ‐0.33 0.04 0.11 0.61 ‐0.35 0.25 0.12 1.03 ‐0.14 0.10 0.10 0.71 ‐0.26

25 ‐0.07 0.07 0.35 ‐0.47 0.04 0.07 0.48 ‐0.54 0.05 0.08 0.65 ‐0.35 0.08 0.08 0.59 ‐0.41

26 0.31 0.13 1.04 ‐0.25 0.15 0.15 1.03 ‐0.46 0.23 0.14 1.17 ‐0.31 0.25 0.16 1.36 ‐0.39

27 0.33 0.18 1.27 ‐0.33 0.19 0.15 1.10 ‐0.43 0.28 0.15 1.30 ‐0.34 0.25 0.16 1.40 ‐0.37

28 0.57 0.19 1.65 ‐0.08 0.16 0.12 0.89 ‐0.40 0.26 0.13 1.26 ‐0.26 0.21 0.13 1.25 ‐0.42

29 0.44 0.19 1.49 ‐0.24 0.14 0.10 0.79 ‐0.33 0.19 0.10 1.13 ‐0.28 0.17 0.11 1.18 ‐0.33

30 0.38 0.22 1.58 ‐0.35 0.08 0.10 0.66 ‐0.37 0.17 0.10 0.80 ‐0.22 0.15 0.10 0.98 ‐0.31

31 0.62 0.29 2.11 ‐0.29 0.18 0.10 0.73 ‐0.23 0.10 0.10 0.70 ‐0.30 0.08 0.11 0.68 ‐0.41

32 0.87 0.35 3.02 ‐0.20 0.06 0.12 0.71 ‐0.44 0.19 0.13 0.85 ‐0.16 0.04 0.11 0.69 ‐0.34

33 0.41 0.08 0.93 0.00 ‐0.01 0.08 0.47 ‐0.52 0.15 0.09 0.71 ‐0.23 0.07 0.09 0.66 ‐0.32

34 0.21 0.13 0.93 ‐0.38 0.13 0.13 0.82 ‐0.42 0.24 0.14 1.19 ‐0.37 0.21 0.15 1.11 ‐0.34

35 0.21 0.16 1.09 ‐0.47 0.08 0.13 0.84 ‐0.47 0.20 0.14 1.15 ‐0.42 0.20 0.14 1.28 ‐0.36

36 0.68 0.18 1.76 0.12 0.15 0.12 0.90 ‐0.46 0.21 0.12 1.14 ‐0.29 0.14 0.13 1.02 ‐0.35

37 0.75 0.20 1.93 0.06 0.11 0.11 0.78 ‐0.42 0.17 0.10 0.94 ‐0.28 0.17 0.11 0.97 ‐0.30

38 0.65 0.22 1.94 ‐0.13 0.14 0.10 0.66 ‐0.37 0.17 0.09 0.67 ‐0.20 0.19 0.11 0.88 ‐0.29

39 0.64 0.27 2.25 ‐0.30 0.14 0.12 0.77 ‐0.37 0.23 0.14 1.12 ‐0.24 0.19 0.13 0.85 ‐0.27

40 0.82 0.38 3.08 ‐0.37 0.01 0.13 0.74 ‐0.41 0.25 0.13 1.00 ‐0.16 0.22 0.13 0.96 ‐0.16

41 0.16 0.09 0.72 ‐0.29 0.09 0.09 0.66 ‐0.35 0.13 0.11 0.78 ‐0.26 0.12 0.10 0.72 ‐0.26

42 0.17 0.14 1.05 ‐0.47 0.12 0.15 0.91 ‐0.41 0.14 0.15 1.10 ‐0.45 0.21 0.17 1.26 ‐0.40

43 0.96 0.20 2.16 0.29 0.10 0.16 0.94 ‐0.57 0.27 0.18 1.40 ‐0.33 0.22 0.17 1.51 ‐0.44

44 0.64 0.20 1.82 ‐0.03 0.07 0.13 0.89 ‐0.61 0.20 0.15 1.28 ‐0.38 0.17 0.15 1.21 ‐0.34

45 0.41 0.19 1.57 ‐0.23 0.07 0.11 0.78 ‐0.46 0.07 0.11 0.92 ‐0.36 0.11 0.12 0.92 ‐0.31

46 0.65 0.23 2.09 ‐0.02 0.00 0.00 0.00 0.00 0.13 0.10 0.81 ‐0.22 0.00 0.00 0.00 0.00

47 0.69 0.31 2.48 ‐0.19 ‐0.02 0.12 0.58 ‐0.49 0.04 0.11 0.62 ‐0.46 0.03 0.12 0.74 ‐0.45

48 0.73 0.37 3.07 ‐0.27 0.09 0.13 0.80 ‐0.43 0.14 0.13 0.88 ‐0.27 0.14 0.13 0.98 ‐0.27

49 0.18 0.09 0.73 ‐0.25 0.03 0.10 0.63 ‐0.52 0.19 0.11 0.80 ‐0.25 0.10 0.11 0.70 ‐0.42

50 0.46 0.14 1.27 ‐0.11 0.09 0.16 0.85 ‐0.56 0.37 0.18 1.28 ‐0.28 0.30 0.19 1.43 ‐0.38

51 0.33 0.16 1.34 ‐0.37 0.20 0.16 1.02 ‐0.47 0.35 0.17 1.42 ‐0.35 0.29 0.18 1.53 ‐0.42

52 0.22 0.19 1.41 ‐0.46 0.13 0.15 1.06 ‐0.57 0.25 0.16 1.35 ‐0.36 0.25 0.17 1.35 ‐0.34

53 0.49 0.21 1.72 ‐0.17 0.15 0.13 1.05 ‐0.41 0.21 0.13 1.19 ‐0.31 0.19 0.14 1.12 ‐0.27

54 0.48 0.24 1.91 ‐0.23 0.01 0.11 0.68 ‐0.50 0.17 0.11 0.88 ‐0.28 0.14 0.12 1.05 ‐0.32

55 0.63 0.28 2.33 ‐0.20 0.10 0.13 0.69 ‐0.43 0.16 0.13 0.94 ‐0.42 0.18 0.14 0.88 ‐0.31

56 0.99 0.40 3.27 ‐0.14 0.21 0.15 1.15 ‐0.32 0.26 0.16 1.16 ‐0.26 0.30 0.16 1.22 ‐0.16

57 ‐0.02 0.10 0.60 ‐0.43 0.11 0.12 0.72 ‐0.40 0.20 0.12 0.88 ‐0.26 0.20 0.13 0.86 ‐0.23

58 0.23 0.17 1.13 ‐0.46 0.30 0.19 1.29 ‐0.37 0.27 0.19 1.32 ‐0.37 0.33 0.20 1.42 ‐0.30

59 0.37 0.20 1.54 ‐0.36 0.34 0.21 1.39 ‐0.36 0.34 0.20 1.54 ‐0.34 0.41 0.23 1.71 ‐0.32

60 0.47 0.21 1.70 ‐0.22 0.22 0.19 1.37 ‐0.52 0.31 0.19 1.52 ‐0.37 0.37 0.21 1.63 ‐0.27

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.82 0.26 3.49 1.05 0.13 0.14 1.01 ‐0.36 0.27 0.14 1.19 ‐0.19 0.24 0.14 1.27 ‐0.23

63 0.53 0.34 2.36 ‐0.52 0.16 0.15 0.94 ‐0.34 0.13 0.15 0.99 ‐0.38 0.18 0.15 1.04 ‐0.33

64 1.03 0.41 3.55 ‐0.16 0.26 0.18 1.24 ‐0.24 0.25 0.16 1.25 ‐0.24 0.31 0.18 1.47 ‐0.24

Table D7 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 60o

Tap 

No #

Array A Array B Array C Array D

Page 156 of 225



Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.03 0.05 0.32 ‐0.37 ‐0.01 0.05 0.32 ‐0.42 0.09 0.06 0.53 ‐0.22 0.02 0.06 0.41 ‐0.40

2 0.07 0.07 0.55 ‐0.28 0.03 0.08 0.58 ‐0.46 0.16 0.10 0.72 ‐0.23 0.08 0.09 0.68 ‐0.34

3 0.11 0.07 0.47 ‐0.31 0.03 0.07 0.57 ‐0.47 0.19 0.09 0.77 ‐0.28 0.06 0.08 0.62 ‐0.35

4 0.13 0.08 0.56 ‐0.19 0.05 0.08 0.61 ‐0.58 0.16 0.08 0.75 ‐0.34 0.08 0.08 0.66 ‐0.33

5 0.09 0.07 0.54 ‐0.34 0.04 0.06 0.53 ‐0.54 0.10 0.06 0.69 ‐0.37 0.05 0.07 0.62 ‐0.34

6 0.07 0.10 0.56 ‐0.58 0.02 0.06 0.50 ‐0.42 0.03 0.08 0.41 ‐0.55 0.03 0.06 0.53 ‐0.40

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.26 0.21 1.52 ‐0.34 0.05 0.08 0.61 ‐0.25 0.19 0.11 0.75 ‐0.16 0.03 0.08 0.57 ‐0.27

9 ‐0.04 0.06 0.34 ‐0.59 0.01 0.07 0.53 ‐0.36 0.03 0.07 0.44 ‐0.37 0.07 0.07 0.56 ‐0.36

10 0.14 0.11 0.87 ‐0.35 0.08 0.12 0.86 ‐0.45 0.24 0.14 1.08 ‐0.31 0.12 0.13 0.90 ‐0.37

11 0.19 0.13 0.85 ‐0.30 0.09 0.12 0.80 ‐0.54 0.24 0.14 1.17 ‐0.29 0.12 0.13 0.99 ‐0.37

12 0.25 0.13 0.96 ‐0.28 0.09 0.11 0.80 ‐0.59 0.28 0.13 1.08 ‐0.34 0.12 0.13 0.92 ‐0.45

13 0.17 0.12 0.79 ‐0.32 0.03 0.10 0.74 ‐0.55 0.16 0.10 0.93 ‐0.34 0.06 0.10 0.82 ‐0.45

14 0.15 0.13 0.84 ‐0.36 0.04 0.10 0.73 ‐0.48 0.09 0.08 0.67 ‐0.29 0.06 0.10 0.70 ‐0.37

15 0.26 0.19 1.39 ‐0.36 ‐0.03 0.09 0.67 ‐0.43 0.13 0.10 0.89 ‐0.38 ‐0.02 0.09 0.68 ‐0.40

16 0.34 0.26 1.92 ‐0.38 0.01 0.09 0.71 ‐0.34 0.18 0.11 0.85 ‐0.22 0.02 0.09 0.65 ‐0.33

17 0.08 0.06 0.49 ‐0.44 0.06 0.08 0.57 ‐0.40 0.17 0.08 0.67 ‐0.23 0.14 0.08 0.63 ‐0.22

18 0.16 0.10 0.67 ‐0.28 0.00 0.00 0.00 0.00 0.25 0.14 1.11 ‐0.33 0.00 0.00 0.00 0.00

19 0.24 0.12 0.84 ‐0.21 0.13 0.12 0.80 ‐0.49 0.34 0.14 1.21 ‐0.23 0.19 0.13 0.99 ‐0.42

20 0.28 0.13 0.99 ‐0.26 0.11 0.11 0.80 ‐0.42 0.35 0.13 1.11 ‐0.20 0.16 0.12 0.97 ‐0.35

21 0.26 0.14 1.01 ‐0.22 0.07 0.10 0.83 ‐0.39 0.24 0.12 0.92 ‐0.23 0.11 0.11 0.86 ‐0.35

22 0.33 0.16 1.17 ‐0.27 0.05 0.09 0.75 ‐0.38 0.27 0.11 1.00 ‐0.17 0.07 0.09 0.66 ‐0.35

23 0.38 0.20 1.51 ‐0.27 0.09 0.13 0.85 ‐0.33 0.31 0.16 1.16 ‐0.21 0.09 0.13 0.83 ‐0.34

24 0.46 0.27 2.02 ‐0.33 0.07 0.12 0.82 ‐0.32 0.26 0.14 1.12 ‐0.18 0.05 0.11 0.81 ‐0.38

25 ‐0.04 0.06 0.29 ‐0.62 ‐0.01 0.06 0.42 ‐0.45 0.02 0.07 0.39 ‐0.54 0.04 0.06 0.41 ‐0.30

26 0.11 0.11 0.78 ‐0.46 0.12 0.14 1.00 ‐0.44 0.22 0.14 1.01 ‐0.39 0.19 0.15 1.01 ‐0.35

27 0.21 0.14 0.99 ‐0.29 0.16 0.15 0.95 ‐0.41 0.27 0.16 1.16 ‐0.26 0.21 0.16 1.06 ‐0.42

28 0.27 0.15 1.00 ‐0.35 0.16 0.13 0.95 ‐0.37 0.30 0.15 1.12 ‐0.26 0.20 0.14 1.05 ‐0.26

29 0.23 0.15 0.94 ‐0.27 0.12 0.11 0.85 ‐0.32 0.21 0.12 0.95 ‐0.23 0.15 0.12 0.91 ‐0.26

30 0.25 0.16 1.14 ‐0.33 0.10 0.12 0.90 ‐0.33 0.17 0.11 0.99 ‐0.27 0.12 0.12 0.85 ‐0.35

31 0.29 0.22 1.53 ‐0.35 0.04 0.11 0.76 ‐0.32 0.10 0.10 0.88 ‐0.35 0.07 0.11 0.77 ‐0.35

32 0.43 0.28 1.99 ‐0.28 0.00 0.12 0.76 ‐0.45 0.19 0.14 1.11 ‐0.19 0.00 0.11 0.73 ‐0.44

33 0.10 0.07 0.48 ‐0.49 0.01 0.07 0.41 ‐0.58 0.15 0.07 0.55 ‐0.45 0.03 0.07 0.43 ‐0.40

34 0.21 0.11 0.87 ‐0.34 0.13 0.12 0.79 ‐0.46 0.22 0.14 0.96 ‐0.32 0.16 0.13 0.87 ‐0.39

35 0.23 0.13 0.89 ‐0.37 0.15 0.12 0.88 ‐0.36 0.19 0.13 1.02 ‐0.30 0.17 0.13 0.92 ‐0.46

36 0.29 0.14 1.10 ‐0.28 0.13 0.12 0.85 ‐0.35 0.26 0.13 1.00 ‐0.25 0.13 0.13 0.88 ‐0.37

37 0.27 0.15 1.05 ‐0.27 0.14 0.12 0.87 ‐0.34 0.21 0.12 0.94 ‐0.24 0.15 0.12 0.91 ‐0.26

38 0.32 0.17 1.19 ‐0.34 0.17 0.12 0.92 ‐0.26 0.19 0.11 0.93 ‐0.22 0.17 0.12 0.89 ‐0.29

39 0.40 0.22 1.55 ‐0.28 0.17 0.14 0.97 ‐0.27 0.23 0.15 1.15 ‐0.27 0.16 0.14 0.95 ‐0.34

40 0.53 0.31 2.17 ‐0.33 0.16 0.15 1.16 ‐0.29 0.23 0.15 1.12 ‐0.16 0.15 0.15 1.17 ‐0.24

41 0.10 0.08 0.60 ‐0.54 0.01 0.08 0.56 ‐0.41 0.08 0.09 0.57 ‐0.36 0.07 0.08 0.54 ‐0.26

42 0.10 0.11 0.72 ‐0.43 0.02 0.13 0.78 ‐0.51 0.06 0.13 0.82 ‐0.44 0.12 0.14 0.89 ‐0.39

43 0.25 0.15 1.08 ‐0.31 0.04 0.15 0.80 ‐0.52 0.26 0.17 1.18 ‐0.32 0.15 0.16 0.99 ‐0.45

44 0.27 0.16 1.06 ‐0.27 0.06 0.14 0.85 ‐0.45 0.20 0.15 1.03 ‐0.32 0.13 0.15 0.99 ‐0.39

45 0.19 0.14 0.94 ‐0.39 0.02 0.13 0.82 ‐0.60 0.07 0.12 0.76 ‐0.40 0.09 0.13 0.89 ‐0.37

46 0.28 0.17 1.15 ‐0.36 0.00 0.00 0.00 0.00 0.14 0.13 1.00 ‐0.29 0.00 0.00 0.00 0.00

47 0.28 0.23 1.52 ‐0.44 ‐0.03 0.13 0.75 ‐0.50 0.02 0.12 0.83 ‐0.43 ‐0.02 0.13 0.81 ‐0.53

48 0.44 0.30 1.94 ‐0.42 0.07 0.15 1.12 ‐0.42 0.10 0.14 1.05 ‐0.35 0.07 0.14 1.07 ‐0.38

49 0.05 0.07 0.43 ‐0.58 ‐0.04 0.08 0.60 ‐0.46 0.14 0.09 0.65 ‐0.29 0.03 0.08 0.49 ‐0.41

50 0.16 0.12 0.73 ‐0.40 0.05 0.15 1.00 ‐0.53 0.33 0.17 1.26 ‐0.25 0.19 0.16 0.96 ‐0.41

51 0.19 0.12 0.79 ‐0.36 0.10 0.14 0.91 ‐0.51 0.32 0.15 1.16 ‐0.30 0.21 0.16 1.04 ‐0.39

52 0.20 0.14 0.93 ‐0.31 0.11 0.15 0.95 ‐0.45 0.23 0.16 1.06 ‐0.37 0.20 0.17 1.15 ‐0.36

53 0.22 0.15 1.02 ‐0.33 0.09 0.14 0.93 ‐0.46 0.23 0.15 1.05 ‐0.25 0.18 0.15 1.11 ‐0.36

54 0.27 0.18 1.23 ‐0.46 0.06 0.13 0.87 ‐0.46 0.18 0.14 1.03 ‐0.30 0.12 0.14 1.01 ‐0.40

55 0.30 0.21 1.44 ‐0.45 0.08 0.15 0.95 ‐0.41 0.15 0.14 1.02 ‐0.38 0.14 0.15 1.11 ‐0.39

56 0.52 0.33 2.29 ‐0.43 0.18 0.17 1.23 ‐0.34 0.22 0.17 1.33 ‐0.38 0.22 0.18 1.31 ‐0.26

57 0.07 0.08 0.54 ‐0.51 0.05 0.10 0.68 ‐0.36 0.12 0.09 0.67 ‐0.27 0.12 0.10 0.68 ‐0.30

58 0.10 0.13 0.76 ‐0.46 0.11 0.15 1.01 ‐0.44 0.15 0.15 0.97 ‐0.37 0.21 0.16 0.96 ‐0.44

59 0.19 0.15 0.95 ‐0.43 0.18 0.18 1.12 ‐0.41 0.25 0.17 1.19 ‐0.39 0.30 0.18 1.26 ‐0.29

60 0.23 0.15 0.99 ‐0.30 0.17 0.18 1.10 ‐0.41 0.27 0.17 1.22 ‐0.40 0.29 0.19 1.34 ‐0.29

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.28 0.18 1.34 ‐0.51 0.13 0.16 1.18 ‐0.41 0.37 0.16 1.29 ‐0.13 0.21 0.17 1.21 ‐0.36

63 0.30 0.25 1.61 ‐0.44 0.11 0.17 1.14 ‐0.43 0.11 0.17 1.23 ‐0.38 0.16 0.17 1.17 ‐0.38

64 0.43 0.32 2.04 ‐0.58 0.18 0.20 1.45 ‐0.44 0.20 0.17 1.35 ‐0.33 0.23 0.20 1.43 ‐0.31

Table D8 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 70o

Tap 

No #

Array A Array B Array C Array D

Page 157 of 225



Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.02 0.06 0.41 ‐0.57 ‐0.03 0.06 0.41 ‐0.69 0.05 0.06 0.62 ‐0.54 ‐0.04 0.06 0.36 ‐0.61

2 0.06 0.08 0.57 ‐0.42 0.01 0.08 0.56 ‐0.44 0.12 0.10 0.84 ‐0.34 ‐0.01 0.07 0.41 ‐0.38

3 0.08 0.06 0.46 ‐0.39 0.01 0.05 0.38 ‐0.33 0.13 0.07 0.55 ‐0.25 ‐0.02 0.06 0.36 ‐0.34

4 0.07 0.06 0.40 ‐0.21 0.04 0.07 0.40 ‐0.33 0.11 0.07 0.54 ‐0.27 0.00 0.06 0.42 ‐0.38

5 0.03 0.06 0.29 ‐0.32 0.03 0.06 0.39 ‐0.31 0.05 0.06 0.39 ‐0.28 ‐0.01 0.06 0.43 ‐0.36

6 0.00 0.08 0.33 ‐0.51 0.02 0.06 0.46 ‐0.37 ‐0.01 0.08 0.36 ‐0.66 ‐0.01 0.06 0.41 ‐0.41

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.16 0.17 1.23 ‐0.35 0.03 0.09 0.74 ‐0.30 0.13 0.12 0.91 ‐0.24 ‐0.01 0.08 0.57 ‐0.37

9 ‐0.04 0.07 0.42 ‐0.77 ‐0.02 0.07 0.45 ‐0.78 ‐0.02 0.07 0.71 ‐0.75 ‐0.03 0.07 0.38 ‐0.70

10 0.09 0.11 0.69 ‐0.52 0.01 0.11 0.61 ‐0.59 0.15 0.12 0.95 ‐0.40 0.01 0.11 0.63 ‐0.56

11 0.10 0.10 0.70 ‐0.39 0.04 0.10 0.66 ‐0.47 0.16 0.12 0.83 ‐0.33 0.00 0.11 0.64 ‐0.48

12 0.14 0.10 0.63 ‐0.27 0.05 0.10 0.63 ‐0.42 0.20 0.12 0.84 ‐0.30 0.02 0.10 0.61 ‐0.51

13 0.07 0.09 0.52 ‐0.40 0.00 0.09 0.53 ‐0.46 0.11 0.09 0.64 ‐0.34 ‐0.02 0.09 0.54 ‐0.48

14 0.03 0.09 0.56 ‐0.39 0.01 0.10 0.66 ‐0.44 0.03 0.09 0.58 ‐0.43 ‐0.01 0.10 0.68 ‐0.50

15 0.10 0.13 0.99 ‐0.54 ‐0.04 0.10 0.62 ‐0.49 0.08 0.10 0.83 ‐0.36 ‐0.05 0.10 0.70 ‐0.45

16 0.17 0.18 1.42 ‐0.32 0.00 0.09 0.79 ‐0.32 0.08 0.11 1.01 ‐0.27 ‐0.01 0.08 0.72 ‐0.34

17 0.05 0.08 0.57 ‐0.67 0.03 0.08 0.51 ‐0.66 0.11 0.08 0.73 ‐0.63 0.04 0.07 0.43 ‐0.64

18 0.09 0.10 0.70 ‐0.60 0.00 0.00 0.00 0.00 0.19 0.13 0.88 ‐0.43 0.00 0.00 0.00 0.00

19 0.16 0.10 0.67 ‐0.36 0.08 0.10 0.64 ‐0.51 0.25 0.12 0.86 ‐0.26 0.07 0.11 0.72 ‐0.44

20 0.18 0.10 0.71 ‐0.26 0.07 0.10 0.62 ‐0.44 0.25 0.12 0.91 ‐0.20 0.06 0.10 0.62 ‐0.46

21 0.13 0.11 0.73 ‐0.36 0.04 0.10 0.61 ‐0.45 0.20 0.12 0.87 ‐0.27 0.03 0.10 0.62 ‐0.49

22 0.17 0.12 0.88 ‐0.28 0.03 0.10 0.68 ‐0.44 0.23 0.12 0.89 ‐0.25 0.02 0.09 0.65 ‐0.52

23 0.22 0.16 1.28 ‐0.41 0.09 0.13 1.04 ‐0.41 0.28 0.17 1.42 ‐0.22 0.06 0.13 1.00 ‐0.38

24 0.23 0.21 1.52 ‐0.34 0.03 0.13 1.00 ‐0.50 0.21 0.16 1.32 ‐0.22 0.00 0.12 0.84 ‐0.48

25 ‐0.07 0.08 0.34 ‐0.91 ‐0.03 0.08 0.44 ‐0.86 ‐0.03 0.08 0.48 ‐0.73 ‐0.02 0.07 0.39 ‐0.75

26 0.03 0.11 0.62 ‐0.66 0.04 0.12 0.67 ‐0.60 0.11 0.12 0.69 ‐0.53 0.07 0.12 0.64 ‐0.49

27 0.09 0.11 0.73 ‐0.40 0.09 0.12 0.75 ‐0.46 0.18 0.13 0.86 ‐0.35 0.10 0.13 0.84 ‐0.39

28 0.12 0.11 0.70 ‐0.34 0.10 0.11 0.76 ‐0.38 0.22 0.13 0.92 ‐0.27 0.10 0.12 0.78 ‐0.43

29 0.08 0.11 0.66 ‐0.38 0.08 0.11 0.73 ‐0.41 0.15 0.12 0.84 ‐0.32 0.07 0.11 0.69 ‐0.46

30 0.07 0.12 0.77 ‐0.45 0.06 0.12 0.83 ‐0.36 0.13 0.12 0.86 ‐0.35 0.06 0.12 0.77 ‐0.49

31 0.07 0.14 1.09 ‐0.47 0.02 0.12 0.84 ‐0.45 0.07 0.11 0.88 ‐0.44 0.02 0.11 0.76 ‐0.48

32 0.18 0.20 1.39 ‐0.51 ‐0.03 0.12 0.88 ‐0.64 0.12 0.14 1.37 ‐0.28 ‐0.04 0.11 0.95 ‐0.51

33 0.07 0.08 0.50 ‐0.69 ‐0.04 0.08 0.31 ‐0.85 0.05 0.07 0.45 ‐0.74 ‐0.04 0.07 0.30 ‐0.75

34 0.12 0.11 0.69 ‐0.62 0.07 0.11 0.71 ‐0.49 0.14 0.12 0.80 ‐0.47 0.05 0.11 0.63 ‐0.55

35 0.10 0.10 0.65 ‐0.46 0.08 0.10 0.59 ‐0.41 0.13 0.11 0.70 ‐0.38 0.07 0.11 0.66 ‐0.42

36 0.16 0.11 0.72 ‐0.31 0.06 0.10 0.63 ‐0.42 0.16 0.11 0.77 ‐0.29 0.03 0.11 0.61 ‐0.54

37 0.12 0.11 0.71 ‐0.35 0.10 0.11 0.73 ‐0.40 0.12 0.11 0.73 ‐0.45 0.08 0.11 0.69 ‐0.51

38 0.13 0.12 0.86 ‐0.48 0.14 0.12 0.83 ‐0.31 0.13 0.12 0.82 ‐0.38 0.11 0.11 0.80 ‐0.43

39 0.20 0.16 1.27 ‐0.33 0.15 0.14 1.14 ‐0.27 0.19 0.15 1.15 ‐0.23 0.12 0.14 1.09 ‐0.40

40 0.22 0.23 1.62 ‐0.47 0.10 0.16 1.14 ‐0.41 0.16 0.16 1.27 ‐0.31 0.09 0.15 1.28 ‐0.35

41 0.06 0.10 0.55 ‐0.88 ‐0.03 0.08 0.37 ‐0.97 0.01 0.09 0.52 ‐0.75 ‐0.03 0.07 0.33 ‐0.70

42 0.01 0.11 0.55 ‐0.76 ‐0.05 0.11 0.47 ‐0.70 ‐0.03 0.11 0.50 ‐0.75 ‐0.02 0.11 0.49 ‐0.61

43 0.15 0.12 0.76 ‐0.42 ‐0.04 0.11 0.53 ‐0.54 0.09 0.13 0.86 ‐0.41 0.00 0.12 0.63 ‐0.50

44 0.13 0.12 0.77 ‐0.36 ‐0.03 0.11 0.58 ‐0.52 0.09 0.12 0.75 ‐0.38 0.00 0.12 0.63 ‐0.55

45 0.04 0.11 0.62 ‐0.46 ‐0.05 0.11 0.54 ‐0.54 0.00 0.11 0.59 ‐0.59 ‐0.03 0.11 0.57 ‐0.59

46 0.10 0.13 0.89 ‐0.51 0.00 0.00 0.00 0.00 0.05 0.12 0.83 ‐0.55 0.00 0.00 0.00 0.00

47 0.05 0.15 1.08 ‐0.55 ‐0.09 0.12 0.75 ‐0.58 ‐0.03 0.12 0.74 ‐0.64 ‐0.08 0.12 0.72 ‐0.66

48 0.13 0.21 1.43 ‐0.62 0.00 0.14 1.15 ‐0.43 0.04 0.14 1.10 ‐0.41 ‐0.02 0.14 1.13 ‐0.44

49 0.00 0.09 0.41 ‐0.88 ‐0.10 0.08 0.27 ‐0.95 0.07 0.08 0.51 ‐0.71 ‐0.05 0.07 0.35 ‐0.83

50 0.07 0.11 0.77 ‐0.72 ‐0.05 0.12 0.54 ‐0.73 0.17 0.14 0.86 ‐0.39 0.04 0.13 0.74 ‐0.55

51 0.06 0.10 0.55 ‐0.52 0.00 0.11 0.58 ‐0.60 0.19 0.12 0.79 ‐0.31 0.05 0.12 0.68 ‐0.54

52 0.04 0.10 0.54 ‐0.48 0.01 0.12 0.63 ‐0.61 0.14 0.12 0.81 ‐0.37 0.06 0.12 0.75 ‐0.50

53 0.06 0.11 0.64 ‐0.45 0.02 0.11 0.64 ‐0.48 0.13 0.12 0.85 ‐0.36 0.06 0.12 0.77 ‐0.51

54 0.06 0.12 0.70 ‐0.49 ‐0.01 0.12 0.68 ‐0.52 0.11 0.13 0.88 ‐0.40 0.04 0.13 0.85 ‐0.54

55 0.08 0.14 0.99 ‐0.47 0.02 0.14 0.88 ‐0.45 0.08 0.14 1.00 ‐0.45 0.07 0.15 1.05 ‐0.52

56 0.17 0.23 1.84 ‐0.69 0.08 0.17 1.25 ‐0.55 0.12 0.17 1.28 ‐0.34 0.10 0.17 1.24 ‐0.37

57 0.03 0.10 0.51 ‐0.99 0.00 0.09 0.51 ‐0.72 0.07 0.09 0.54 ‐0.89 0.05 0.09 0.52 ‐0.69

58 0.02 0.12 0.60 ‐0.78 0.03 0.13 0.70 ‐0.62 0.05 0.12 0.74 ‐0.73 0.07 0.13 0.71 ‐0.51

59 0.06 0.12 0.65 ‐0.47 0.07 0.13 0.75 ‐0.51 0.12 0.13 0.79 ‐0.41 0.12 0.14 0.83 ‐0.49

60 0.08 0.11 0.61 ‐0.42 0.05 0.13 0.75 ‐0.56 0.14 0.12 0.88 ‐0.37 0.12 0.13 0.90 ‐0.44

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.13 0.13 0.85 ‐0.40 0.03 0.14 0.91 ‐0.53 0.13 0.13 1.02 ‐0.38 0.08 0.14 0.91 ‐0.56

63 0.03 0.17 0.98 ‐0.62 0.01 0.16 1.07 ‐0.50 0.04 0.15 1.06 ‐0.54 0.05 0.15 0.99 ‐0.65

64 0.12 0.21 1.51 ‐0.66 0.06 0.18 1.23 ‐0.52 0.09 0.16 1.40 ‐0.46 0.08 0.18 1.37 ‐0.41

Table D9 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 80o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.01 0.09 0.53 ‐0.99 ‐0.07 0.09 0.45 ‐0.91 0.03 0.08 0.61 ‐0.76 ‐0.08 0.08 0.38 ‐1.06

2 0.04 0.12 0.90 ‐0.48 ‐0.02 0.10 0.64 ‐0.56 0.10 0.12 0.86 ‐0.41 ‐0.04 0.09 0.50 ‐0.61

3 0.05 0.07 0.50 ‐0.37 ‐0.03 0.06 0.22 ‐0.42 0.10 0.07 0.52 ‐0.33 ‐0.06 0.06 0.31 ‐0.44

4 0.03 0.06 0.29 ‐0.35 0.01 0.07 0.41 ‐0.40 0.08 0.06 0.45 ‐0.24 ‐0.04 0.05 0.23 ‐0.39

5 ‐0.01 0.05 0.21 ‐0.42 0.00 0.05 0.27 ‐0.34 0.02 0.05 0.34 ‐0.34 ‐0.04 0.05 0.24 ‐0.40

6 ‐0.06 0.08 0.24 ‐0.77 0.00 0.06 0.30 ‐0.33 ‐0.03 0.08 0.26 ‐0.85 ‐0.03 0.05 0.31 ‐0.37

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.04 0.09 1.02 ‐0.37 ‐0.02 0.08 0.67 ‐0.42 0.07 0.10 0.94 ‐0.25 ‐0.04 0.07 0.56 ‐0.49

9 ‐0.07 0.12 0.50 ‐1.14 ‐0.08 0.12 0.57 ‐1.18 ‐0.04 0.11 0.67 ‐1.17 ‐0.08 0.10 0.46 ‐1.13

10 0.02 0.15 0.66 ‐0.90 ‐0.08 0.13 0.46 ‐0.93 0.09 0.14 0.78 ‐0.84 ‐0.07 0.12 0.50 ‐0.78

11 0.03 0.11 0.53 ‐0.70 ‐0.03 0.10 0.42 ‐0.68 0.10 0.11 0.66 ‐0.63 ‐0.06 0.09 0.43 ‐0.63

12 0.08 0.09 0.53 ‐0.46 ‐0.02 0.08 0.46 ‐0.54 0.14 0.10 0.71 ‐0.34 ‐0.05 0.08 0.42 ‐0.55

13 0.00 0.08 0.37 ‐0.49 ‐0.06 0.08 0.34 ‐0.51 0.05 0.08 0.56 ‐0.42 ‐0.08 0.08 0.33 ‐0.61

14 ‐0.05 0.07 0.32 ‐0.51 ‐0.05 0.08 0.46 ‐0.45 ‐0.02 0.08 0.45 ‐0.52 ‐0.07 0.08 0.48 ‐0.49

15 0.01 0.10 0.60 ‐0.49 ‐0.09 0.10 0.45 ‐0.56 0.04 0.10 0.72 ‐0.42 ‐0.09 0.10 0.39 ‐0.59

16 0.06 0.10 0.97 ‐0.47 ‐0.04 0.07 0.66 ‐0.48 0.06 0.09 0.91 ‐0.31 ‐0.03 0.07 0.64 ‐0.42

17 ‐0.01 0.13 0.61 ‐1.11 ‐0.03 0.12 0.66 ‐1.13 0.06 0.11 0.72 ‐0.98 ‐0.01 0.10 0.57 ‐1.04

18 0.02 0.14 0.74 ‐0.85 0.00 0.00 0.00 0.00 0.12 0.14 1.02 ‐0.73 0.00 0.00 0.00 0.00

19 0.09 0.11 0.56 ‐0.65 ‐0.01 0.10 0.43 ‐0.78 0.18 0.11 0.80 ‐0.49 0.00 0.09 0.44 ‐0.58

20 0.12 0.10 0.53 ‐0.47 ‐0.01 0.09 0.45 ‐0.56 0.20 0.10 0.77 ‐0.36 ‐0.01 0.08 0.44 ‐0.49

21 0.04 0.09 0.45 ‐0.55 ‐0.03 0.08 0.44 ‐0.49 0.13 0.10 0.66 ‐0.41 ‐0.04 0.08 0.42 ‐0.54

22 0.08 0.09 0.58 ‐0.40 ‐0.03 0.08 0.41 ‐0.45 0.18 0.10 0.80 ‐0.39 ‐0.04 0.08 0.46 ‐0.48

23 0.15 0.14 0.98 ‐0.40 0.07 0.13 0.88 ‐0.42 0.25 0.16 1.35 ‐0.28 0.04 0.13 0.85 ‐0.48

24 0.07 0.11 0.98 ‐0.47 ‐0.05 0.10 0.76 ‐0.51 0.13 0.13 1.18 ‐0.25 ‐0.06 0.10 0.70 ‐0.53

25 ‐0.16 0.15 0.47 ‐1.39 ‐0.09 0.14 0.62 ‐1.46 ‐0.08 0.12 0.54 ‐1.25 ‐0.05 0.12 0.57 ‐1.38

26 ‐0.08 0.16 0.47 ‐1.27 ‐0.06 0.15 0.51 ‐1.15 0.03 0.14 0.67 ‐1.24 ‐0.02 0.13 0.56 ‐0.94

27 0.00 0.12 0.52 ‐0.75 ‐0.01 0.11 0.60 ‐0.75 0.11 0.12 0.74 ‐0.65 0.01 0.11 0.62 ‐0.54

28 0.03 0.10 0.50 ‐0.64 0.01 0.10 0.53 ‐0.58 0.14 0.11 0.69 ‐0.49 0.02 0.10 0.53 ‐0.49

29 ‐0.02 0.10 0.42 ‐0.63 0.00 0.09 0.52 ‐0.55 0.07 0.10 0.56 ‐0.52 ‐0.01 0.09 0.50 ‐0.45

30 ‐0.05 0.10 0.45 ‐0.60 ‐0.03 0.10 0.53 ‐0.54 0.04 0.10 0.69 ‐0.52 ‐0.02 0.10 0.59 ‐0.46

31 ‐0.04 0.11 0.59 ‐0.57 ‐0.05 0.11 0.62 ‐0.60 0.02 0.11 0.74 ‐0.55 ‐0.04 0.11 0.55 ‐0.57

32 0.02 0.11 0.85 ‐0.62 ‐0.09 0.09 0.65 ‐0.63 0.07 0.11 1.24 ‐0.32 ‐0.09 0.10 0.71 ‐0.61

33 0.01 0.14 0.73 ‐1.00 ‐0.12 0.13 0.49 ‐1.43 0.01 0.12 0.72 ‐1.17 ‐0.10 0.11 0.37 ‐1.14

34 0.04 0.16 0.89 ‐0.85 ‐0.02 0.14 0.73 ‐0.97 0.05 0.14 0.91 ‐0.95 ‐0.03 0.12 0.54 ‐0.88

35 0.00 0.12 0.46 ‐0.78 ‐0.02 0.11 0.43 ‐0.80 0.02 0.11 0.52 ‐0.71 ‐0.03 0.10 0.44 ‐0.72

36 0.07 0.11 0.55 ‐0.65 ‐0.03 0.10 0.44 ‐0.64 0.09 0.10 0.59 ‐0.55 ‐0.06 0.09 0.37 ‐0.62

37 0.04 0.10 0.48 ‐0.61 0.01 0.09 0.45 ‐0.50 0.05 0.09 0.53 ‐0.56 ‐0.01 0.09 0.46 ‐0.57

38 0.03 0.09 0.49 ‐0.55 0.07 0.10 0.65 ‐0.38 0.07 0.09 0.63 ‐0.46 0.04 0.09 0.60 ‐0.38

39 0.14 0.15 1.12 ‐0.43 0.13 0.13 0.92 ‐0.40 0.16 0.15 1.10 ‐0.34 0.10 0.13 0.86 ‐0.44

40 0.03 0.11 1.04 ‐0.65 0.00 0.11 0.90 ‐0.50 0.07 0.12 1.20 ‐0.36 ‐0.01 0.12 1.02 ‐0.46

41 ‐0.03 0.17 0.67 ‐1.39 ‐0.11 0.15 0.59 ‐1.49 ‐0.06 0.14 0.54 ‐1.46 ‐0.08 0.12 0.41 ‐1.11

42 ‐0.12 0.17 0.41 ‐1.29 ‐0.15 0.15 0.48 ‐1.49 ‐0.13 0.14 0.39 ‐1.47 ‐0.10 0.12 0.43 ‐1.08

43 0.06 0.13 0.59 ‐0.78 ‐0.15 0.11 0.37 ‐0.96 0.03 0.12 0.64 ‐0.68 ‐0.09 0.10 0.43 ‐0.71

44 0.03 0.12 0.58 ‐0.66 ‐0.13 0.10 0.37 ‐0.76 0.01 0.10 0.54 ‐0.69 ‐0.09 0.10 0.42 ‐0.63

45 ‐0.06 0.10 0.37 ‐0.77 ‐0.15 0.10 0.32 ‐0.70 ‐0.09 0.10 0.38 ‐0.78 ‐0.12 0.09 0.34 ‐0.66

46 ‐0.01 0.11 0.54 ‐0.66 0.00 0.00 0.00 0.00 ‐0.03 0.10 0.54 ‐0.69 0.00 0.00 0.00 0.00

47 ‐0.10 0.13 0.52 ‐0.77 ‐0.19 0.11 0.44 ‐0.76 ‐0.11 0.11 0.57 ‐0.78 ‐0.16 0.11 0.46 ‐0.75

48 ‐0.04 0.11 0.85 ‐0.77 ‐0.09 0.09 0.79 ‐0.61 ‐0.05 0.10 1.04 ‐0.44 ‐0.10 0.10 0.86 ‐0.60

49 ‐0.11 0.16 0.61 ‐1.30 ‐0.18 0.14 0.46 ‐1.39 ‐0.01 0.13 0.57 ‐1.24 ‐0.11 0.11 0.36 ‐1.04

50 ‐0.03 0.16 0.60 ‐1.13 ‐0.16 0.15 0.48 ‐1.29 0.09 0.15 0.82 ‐0.95 ‐0.06 0.12 0.58 ‐0.90

51 ‐0.05 0.12 0.40 ‐0.97 ‐0.12 0.12 0.36 ‐0.92 0.08 0.12 0.65 ‐0.67 ‐0.05 0.10 0.46 ‐0.72

52 ‐0.07 0.11 0.36 ‐0.84 ‐0.09 0.10 0.39 ‐0.70 0.04 0.10 0.55 ‐0.60 ‐0.04 0.10 0.49 ‐0.64

53 ‐0.04 0.10 0.41 ‐0.71 ‐0.08 0.10 0.36 ‐0.67 0.04 0.10 0.57 ‐0.55 ‐0.04 0.09 0.44 ‐0.54

54 ‐0.04 0.09 0.47 ‐0.62 ‐0.10 0.09 0.37 ‐0.70 0.02 0.09 0.64 ‐0.57 ‐0.06 0.09 0.43 ‐0.53

55 ‐0.01 0.11 0.63 ‐0.62 ‐0.05 0.11 0.62 ‐0.62 0.02 0.12 0.83 ‐0.43 ‐0.01 0.12 0.69 ‐0.49

56 ‐0.02 0.11 0.87 ‐0.78 ‐0.03 0.11 1.02 ‐0.48 0.02 0.12 1.28 ‐0.53 ‐0.01 0.12 0.97 ‐0.56

57 ‐0.08 0.19 0.64 ‐1.51 ‐0.08 0.15 0.69 ‐1.28 ‐0.01 0.15 0.65 ‐1.37 0.00 0.13 0.54 ‐1.13

58 ‐0.11 0.18 0.52 ‐1.43 ‐0.08 0.17 0.57 ‐1.61 ‐0.05 0.16 0.57 ‐1.33 0.00 0.14 0.62 ‐1.05

59 ‐0.06 0.14 0.56 ‐1.10 ‐0.05 0.14 0.51 ‐0.89 0.02 0.13 0.60 ‐0.80 0.03 0.13 0.61 ‐0.72

60 ‐0.02 0.12 0.49 ‐0.77 ‐0.06 0.12 0.44 ‐0.76 0.05 0.11 0.58 ‐0.60 0.02 0.11 0.60 ‐0.56

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.04 0.11 0.59 ‐0.61 ‐0.09 0.11 0.48 ‐0.76 0.10 0.11 0.82 ‐0.54 ‐0.03 0.11 0.58 ‐0.57

63 ‐0.14 0.13 0.48 ‐0.77 ‐0.11 0.12 0.61 ‐0.69 ‐0.07 0.12 0.74 ‐0.64 ‐0.06 0.12 0.64 ‐0.85

64 ‐0.06 0.12 0.89 ‐0.80 ‐0.08 0.12 0.93 ‐0.52 ‐0.02 0.11 1.09 ‐0.55 ‐0.04 0.13 0.91 ‐0.57

Table D10 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 90o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.06 0.13 0.65 ‐1.54 ‐0.13 0.14 0.56 ‐1.53 ‐0.02 0.11 0.65 ‐1.17 ‐0.12 0.12 0.53 ‐1.21

2 0.01 0.15 1.02 ‐0.83 ‐0.07 0.13 0.60 ‐0.97 0.06 0.14 1.00 ‐0.52 ‐0.05 0.13 0.72 ‐0.81

3 0.02 0.10 0.82 ‐0.56 ‐0.08 0.08 0.17 ‐0.79 0.06 0.09 0.67 ‐0.48 ‐0.08 0.08 0.52 ‐0.82

4 0.00 0.07 0.36 ‐0.58 ‐0.03 0.09 0.49 ‐0.72 0.04 0.07 0.31 ‐0.44 ‐0.06 0.06 0.18 ‐0.81

5 ‐0.05 0.07 0.20 ‐0.65 ‐0.04 0.06 0.24 ‐0.65 ‐0.02 0.06 0.22 ‐0.68 ‐0.07 0.05 0.17 ‐0.64

6 ‐0.10 0.09 0.17 ‐0.73 ‐0.02 0.06 0.28 ‐0.44 ‐0.06 0.09 0.24 ‐0.67 ‐0.04 0.05 0.21 ‐0.40

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.00 0.06 0.55 ‐0.70 ‐0.05 0.07 0.55 ‐0.52 0.03 0.07 0.61 ‐0.29 ‐0.07 0.06 0.34 ‐0.59

9 ‐0.18 0.18 0.71 ‐1.77 ‐0.19 0.19 0.67 ‐1.98 ‐0.11 0.15 0.69 ‐1.37 ‐0.18 0.17 0.53 ‐1.99

10 ‐0.12 0.20 0.69 ‐1.66 ‐0.21 0.20 0.49 ‐1.83 ‐0.03 0.18 0.72 ‐1.24 ‐0.20 0.17 0.36 ‐1.65

11 ‐0.08 0.16 0.46 ‐1.08 ‐0.13 0.14 0.39 ‐1.36 0.01 0.14 0.57 ‐1.01 ‐0.13 0.12 0.24 ‐1.43

12 0.01 0.13 0.44 ‐0.86 ‐0.09 0.11 0.36 ‐1.01 0.07 0.11 0.57 ‐0.72 ‐0.11 0.09 0.24 ‐1.06

13 ‐0.08 0.11 0.26 ‐0.98 ‐0.13 0.10 0.24 ‐1.04 ‐0.02 0.10 0.39 ‐0.98 ‐0.14 0.09 0.19 ‐1.01

14 ‐0.11 0.09 0.18 ‐0.79 ‐0.11 0.10 0.31 ‐0.81 ‐0.07 0.09 0.27 ‐0.77 ‐0.12 0.09 0.21 ‐0.77

15 ‐0.03 0.10 0.42 ‐0.72 ‐0.15 0.11 0.31 ‐0.74 ‐0.01 0.10 0.49 ‐0.54 ‐0.14 0.10 0.32 ‐0.71

16 0.04 0.07 0.72 ‐0.78 ‐0.07 0.07 0.42 ‐0.65 0.04 0.07 0.61 ‐0.37 ‐0.06 0.07 0.37 ‐0.65

17 ‐0.15 0.19 0.87 ‐1.72 ‐0.15 0.18 0.70 ‐1.71 ‐0.05 0.16 0.68 ‐1.33 ‐0.10 0.16 0.56 ‐1.73

18 ‐0.12 0.20 0.90 ‐1.35 0.00 0.00 0.00 0.00 0.00 0.18 0.97 ‐1.10 0.00 0.00 0.00 0.00

19 ‐0.04 0.18 0.60 ‐1.14 ‐0.12 0.16 0.34 ‐1.40 0.07 0.16 0.65 ‐0.94 ‐0.08 0.12 0.40 ‐1.30

20 0.03 0.15 0.48 ‐0.99 ‐0.11 0.13 0.32 ‐1.24 0.12 0.14 0.63 ‐0.94 ‐0.09 0.11 0.24 ‐1.14

21 ‐0.04 0.13 0.36 ‐0.92 ‐0.11 0.11 0.24 ‐0.98 0.04 0.12 0.49 ‐0.98 ‐0.10 0.09 0.21 ‐0.97

22 0.04 0.10 0.40 ‐0.79 ‐0.09 0.09 0.26 ‐0.84 0.12 0.10 0.58 ‐0.60 ‐0.09 0.08 0.25 ‐0.65

23 0.15 0.15 1.00 ‐0.59 0.05 0.13 0.81 ‐0.63 0.22 0.15 1.09 ‐0.32 0.03 0.13 0.78 ‐0.54

24 0.02 0.08 0.71 ‐0.76 ‐0.10 0.08 0.57 ‐0.66 0.07 0.09 0.92 ‐0.42 ‐0.11 0.08 0.49 ‐0.74

25 ‐0.33 0.23 0.58 ‐1.94 ‐0.24 0.21 0.79 ‐2.06 ‐0.20 0.19 0.52 ‐1.76 ‐0.18 0.19 0.54 ‐2.06

26 ‐0.27 0.25 0.53 ‐2.08 ‐0.23 0.23 0.50 ‐2.12 ‐0.12 0.21 0.52 ‐1.79 ‐0.18 0.20 0.38 ‐2.07

27 ‐0.16 0.20 0.42 ‐1.47 ‐0.14 0.18 0.44 ‐1.57 ‐0.02 0.17 0.61 ‐1.16 ‐0.09 0.14 0.36 ‐1.54

28 ‐0.08 0.16 0.41 ‐1.15 ‐0.09 0.14 0.36 ‐1.19 0.05 0.14 0.61 ‐1.01 ‐0.07 0.11 0.28 ‐1.03

29 ‐0.12 0.14 0.30 ‐1.15 ‐0.10 0.13 0.31 ‐1.00 ‐0.02 0.12 0.44 ‐1.11 ‐0.08 0.11 0.26 ‐0.98

30 ‐0.13 0.12 0.29 ‐1.16 ‐0.12 0.12 0.32 ‐0.87 ‐0.04 0.11 0.50 ‐0.88 ‐0.10 0.10 0.29 ‐0.79

31 ‐0.11 0.12 0.40 ‐1.02 ‐0.11 0.12 0.37 ‐0.72 ‐0.04 0.12 0.48 ‐0.68 ‐0.09 0.11 0.39 ‐0.67

32 ‐0.01 0.08 0.56 ‐0.71 ‐0.14 0.08 0.41 ‐0.84 0.02 0.08 0.69 ‐0.51 ‐0.13 0.08 0.50 ‐0.88

33 ‐0.16 0.21 0.88 ‐1.61 ‐0.28 0.21 0.52 ‐1.82 ‐0.12 0.19 0.68 ‐1.61 ‐0.22 0.18 0.29 ‐2.06

34 ‐0.15 0.25 0.94 ‐1.58 ‐0.18 0.23 0.60 ‐2.00 ‐0.10 0.20 0.74 ‐1.45 ‐0.14 0.18 0.64 ‐2.01

35 ‐0.17 0.21 0.47 ‐1.45 ‐0.18 0.19 0.40 ‐1.70 ‐0.12 0.17 0.37 ‐1.48 ‐0.15 0.15 0.30 ‐1.66

36 ‐0.04 0.17 0.44 ‐1.12 ‐0.16 0.15 0.33 ‐1.49 ‐0.01 0.14 0.46 ‐1.15 ‐0.16 0.13 0.23 ‐1.38

37 ‐0.05 0.14 0.36 ‐1.13 ‐0.09 0.13 0.34 ‐0.94 ‐0.03 0.12 0.43 ‐1.08 ‐0.09 0.11 0.27 ‐0.98

38 ‐0.04 0.12 0.37 ‐0.99 0.00 0.12 0.52 ‐0.72 ‐0.01 0.10 0.43 ‐0.67 ‐0.02 0.10 0.40 ‐0.65

39 0.14 0.17 1.05 ‐0.67 0.11 0.15 0.90 ‐0.59 0.14 0.15 1.00 ‐0.43 0.08 0.14 0.97 ‐0.50

40 ‐0.01 0.10 0.59 ‐0.99 ‐0.07 0.10 0.69 ‐0.69 0.00 0.09 0.78 ‐0.55 ‐0.08 0.09 0.60 ‐0.86

41 ‐0.25 0.26 0.88 ‐1.91 ‐0.29 0.25 0.57 ‐2.27 ‐0.22 0.22 0.61 ‐1.87 ‐0.23 0.22 0.34 ‐2.37

42 ‐0.37 0.28 0.42 ‐2.33 ‐0.34 0.26 0.45 ‐2.44 ‐0.31 0.23 0.31 ‐2.01 ‐0.26 0.22 0.33 ‐2.30

43 ‐0.09 0.22 0.50 ‐1.44 ‐0.30 0.19 0.25 ‐1.89 ‐0.07 0.18 0.45 ‐1.53 ‐0.21 0.16 0.26 ‐1.56

44 ‐0.09 0.17 0.42 ‐1.31 ‐0.25 0.15 0.22 ‐1.40 ‐0.10 0.14 0.40 ‐1.23 ‐0.19 0.12 0.21 ‐1.27

45 ‐0.18 0.15 0.25 ‐1.38 ‐0.26 0.13 0.20 ‐1.21 ‐0.20 0.13 0.27 ‐1.47 ‐0.21 0.11 0.23 ‐1.14

46 ‐0.10 0.13 0.41 ‐1.15 0.00 0.00 0.00 0.00 ‐0.11 0.12 0.43 ‐0.87 0.00 0.00 0.00 0.00

47 ‐0.19 0.12 0.30 ‐1.02 ‐0.27 0.12 0.22 ‐0.95 ‐0.18 0.12 0.32 ‐0.81 ‐0.23 0.11 0.22 ‐0.89

48 ‐0.10 0.08 0.39 ‐0.86 ‐0.14 0.08 0.59 ‐0.76 ‐0.11 0.08 0.55 ‐0.67 ‐0.14 0.08 0.45 ‐0.73

49 ‐0.34 0.25 0.73 ‐2.13 ‐0.36 0.23 0.37 ‐2.50 ‐0.17 0.21 0.56 ‐1.80 ‐0.25 0.19 0.32 ‐2.49

50 ‐0.25 0.27 0.72 ‐2.03 ‐0.34 0.24 0.40 ‐2.19 ‐0.08 0.23 0.88 ‐1.77 ‐0.20 0.20 0.51 ‐1.88

51 ‐0.24 0.22 0.33 ‐1.80 ‐0.28 0.19 0.28 ‐1.96 ‐0.07 0.19 0.48 ‐1.80 ‐0.18 0.16 0.28 ‐1.58

52 ‐0.22 0.17 0.26 ‐1.55 ‐0.21 0.15 0.31 ‐1.23 ‐0.09 0.15 0.38 ‐1.39 ‐0.14 0.13 0.28 ‐1.26

53 ‐0.15 0.14 0.31 ‐1.28 ‐0.18 0.13 0.30 ‐1.02 ‐0.05 0.12 0.46 ‐1.04 ‐0.12 0.11 0.27 ‐0.97

54 ‐0.13 0.12 0.25 ‐1.03 ‐0.18 0.11 0.22 ‐0.85 ‐0.05 0.10 0.40 ‐0.66 ‐0.13 0.10 0.20 ‐0.81

55 ‐0.02 0.13 0.60 ‐0.72 ‐0.07 0.13 0.63 ‐0.76 ‐0.02 0.12 0.66 ‐0.52 ‐0.05 0.11 0.55 ‐0.75

56 ‐0.07 0.09 0.40 ‐0.92 ‐0.09 0.09 0.72 ‐0.72 ‐0.05 0.09 0.67 ‐0.66 ‐0.08 0.09 0.55 ‐0.88

57 ‐0.35 0.29 0.89 ‐2.14 ‐0.27 0.24 0.67 ‐2.29 ‐0.21 0.24 0.58 ‐2.13 ‐0.18 0.22 0.52 ‐2.44

58 ‐0.38 0.32 0.50 ‐2.49 ‐0.29 0.29 0.53 ‐2.53 ‐0.26 0.27 0.52 ‐2.36 ‐0.17 0.25 0.52 ‐1.95

59 ‐0.24 0.23 0.46 ‐1.98 ‐0.21 0.21 0.43 ‐1.83 ‐0.13 0.20 0.51 ‐1.84 ‐0.10 0.18 0.46 ‐1.73

60 ‐0.15 0.17 0.41 ‐1.45 ‐0.19 0.15 0.34 ‐1.28 ‐0.05 0.15 0.48 ‐1.32 ‐0.08 0.13 0.39 ‐1.14

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.04 0.14 0.45 ‐1.05 ‐0.21 0.13 0.33 ‐0.97 0.05 0.12 0.53 ‐0.70 ‐0.13 0.12 0.28 ‐0.89

63 ‐0.25 0.12 0.25 ‐1.04 ‐0.20 0.13 0.38 ‐0.95 ‐0.16 0.12 0.41 ‐0.83 ‐0.15 0.12 0.38 ‐0.88

64 ‐0.13 0.09 0.38 ‐0.90 ‐0.15 0.09 0.62 ‐0.65 ‐0.09 0.09 0.54 ‐0.68 ‐0.12 0.09 0.55 ‐0.94

Table D11 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 100o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.12 0.19 1.08 ‐2.35 ‐0.19 0.19 0.99 ‐2.22 ‐0.07 0.17 0.87 ‐1.97 ‐0.19 0.16 0.44 ‐2.36

2 ‐0.02 0.19 1.14 ‐1.10 ‐0.11 0.17 0.91 ‐1.23 0.04 0.18 1.17 ‐1.00 ‐0.06 0.16 0.83 ‐1.29

3 ‐0.03 0.13 1.00 ‐1.00 ‐0.14 0.11 0.27 ‐1.05 0.02 0.12 0.89 ‐0.88 ‐0.12 0.12 0.54 ‐1.06

4 ‐0.06 0.10 0.36 ‐0.76 ‐0.08 0.12 0.69 ‐0.88 ‐0.01 0.09 0.38 ‐0.99 ‐0.11 0.09 0.23 ‐0.78

5 ‐0.12 0.11 0.30 ‐0.90 ‐0.09 0.10 0.24 ‐0.89 ‐0.06 0.09 0.29 ‐0.99 ‐0.11 0.09 0.22 ‐0.82

6 ‐0.14 0.11 0.20 ‐0.83 ‐0.06 0.08 0.25 ‐0.86 ‐0.10 0.10 0.24 ‐0.92 ‐0.07 0.07 0.25 ‐0.65

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.02 0.06 0.43 ‐0.53 ‐0.07 0.07 0.28 ‐0.50 0.01 0.07 0.48 ‐0.44 ‐0.08 0.07 0.34 ‐0.80

9 ‐0.29 0.25 1.18 ‐2.64 ‐0.33 0.26 0.72 ‐2.68 ‐0.20 0.21 0.94 ‐2.17 ‐0.34 0.23 0.57 ‐2.29

10 ‐0.28 0.24 0.67 ‐1.99 ‐0.37 0.25 0.43 ‐2.33 ‐0.17 0.22 0.73 ‐1.83 ‐0.37 0.22 0.27 ‐1.99

11 ‐0.22 0.19 0.50 ‐1.51 ‐0.25 0.18 0.34 ‐1.65 ‐0.11 0.18 0.48 ‐2.02 ‐0.24 0.16 0.26 ‐1.40

12 ‐0.12 0.17 0.44 ‐1.29 ‐0.20 0.16 0.28 ‐1.25 ‐0.02 0.15 0.53 ‐1.49 ‐0.20 0.14 0.26 ‐1.16

13 ‐0.21 0.17 0.32 ‐1.33 ‐0.23 0.16 0.26 ‐1.45 ‐0.12 0.15 0.32 ‐1.41 ‐0.23 0.15 0.16 ‐1.39

14 ‐0.21 0.15 0.20 ‐1.19 ‐0.19 0.15 0.28 ‐1.55 ‐0.14 0.13 0.22 ‐1.03 ‐0.18 0.13 0.19 ‐1.17

15 ‐0.07 0.13 0.40 ‐0.88 ‐0.21 0.14 0.27 ‐1.13 ‐0.05 0.12 0.45 ‐0.74 ‐0.18 0.12 0.26 ‐1.11

16 0.03 0.07 0.38 ‐0.63 ‐0.09 0.08 0.28 ‐0.68 0.03 0.08 0.53 ‐0.58 ‐0.07 0.08 0.33 ‐0.80

17 ‐0.31 0.25 1.16 ‐2.26 ‐0.30 0.25 0.68 ‐2.58 ‐0.17 0.22 1.01 ‐2.40 ‐0.24 0.21 0.71 ‐2.01

18 ‐0.29 0.24 0.84 ‐1.72 0.00 0.00 0.00 0.00 ‐0.13 0.22 0.97 ‐1.53 0.00 0.00 0.00 0.00

19 ‐0.22 0.22 0.57 ‐1.56 ‐0.28 0.21 0.41 ‐1.67 ‐0.07 0.20 0.60 ‐1.49 ‐0.22 0.19 0.43 ‐1.52

20 ‐0.14 0.21 0.47 ‐1.40 ‐0.26 0.20 0.28 ‐1.45 0.00 0.19 0.56 ‐1.31 ‐0.21 0.18 0.20 ‐1.46

21 ‐0.19 0.20 0.33 ‐1.50 ‐0.23 0.18 0.24 ‐1.54 ‐0.08 0.17 0.42 ‐1.25 ‐0.21 0.16 0.19 ‐1.39

22 ‐0.06 0.16 0.45 ‐1.14 ‐0.19 0.14 0.22 ‐1.41 0.05 0.14 0.54 ‐0.84 ‐0.16 0.12 0.22 ‐1.11

23 0.09 0.16 0.97 ‐0.64 0.00 0.15 0.72 ‐0.84 0.18 0.17 1.16 ‐0.59 0.00 0.14 0.81 ‐0.73

24 ‐0.01 0.09 0.34 ‐0.72 ‐0.14 0.09 0.27 ‐0.70 0.04 0.09 0.60 ‐0.59 ‐0.14 0.09 0.31 ‐0.92

25 ‐0.50 0.29 0.81 ‐2.90 ‐0.41 0.27 0.73 ‐2.63 ‐0.35 0.25 0.59 ‐2.37 ‐0.38 0.25 0.64 ‐2.36

26 ‐0.49 0.29 0.45 ‐2.24 ‐0.45 0.28 0.63 ‐2.41 ‐0.31 0.27 0.50 ‐2.26 ‐0.41 0.27 0.37 ‐1.99

27 ‐0.37 0.26 0.38 ‐2.01 ‐0.33 0.24 0.37 ‐1.80 ‐0.19 0.23 0.50 ‐1.94 ‐0.27 0.22 0.34 ‐1.75

28 ‐0.26 0.23 0.36 ‐1.70 ‐0.25 0.21 0.29 ‐1.54 ‐0.09 0.20 0.52 ‐1.43 ‐0.20 0.19 0.28 ‐1.51

29 ‐0.27 0.22 0.30 ‐1.75 ‐0.24 0.21 0.28 ‐1.69 ‐0.15 0.19 0.34 ‐1.34 ‐0.20 0.18 0.24 ‐1.45

30 ‐0.24 0.19 0.30 ‐1.45 ‐0.22 0.18 0.28 ‐1.53 ‐0.13 0.16 0.31 ‐1.24 ‐0.18 0.16 0.25 ‐1.40

31 ‐0.16 0.15 0.35 ‐1.03 ‐0.17 0.14 0.35 ‐1.13 ‐0.09 0.14 0.40 ‐0.96 ‐0.14 0.13 0.33 ‐1.10

32 ‐0.02 0.08 0.32 ‐0.73 ‐0.17 0.09 0.23 ‐0.77 0.00 0.09 0.52 ‐0.64 ‐0.16 0.09 0.26 ‐0.94

33 ‐0.36 0.27 0.81 ‐2.26 ‐0.47 0.27 0.55 ‐2.44 ‐0.28 0.25 0.74 ‐2.38 ‐0.42 0.24 0.50 ‐2.14

34 ‐0.42 0.28 0.81 ‐1.95 ‐0.41 0.28 0.55 ‐2.59 ‐0.30 0.26 0.71 ‐1.92 ‐0.32 0.25 0.60 ‐1.92

35 ‐0.44 0.28 0.39 ‐1.96 ‐0.40 0.26 0.33 ‐1.96 ‐0.33 0.24 0.39 ‐1.77 ‐0.35 0.24 0.56 ‐1.86

36 ‐0.24 0.26 0.36 ‐1.71 ‐0.35 0.24 0.27 ‐1.82 ‐0.16 0.22 0.43 ‐1.53 ‐0.33 0.22 0.17 ‐1.93

37 ‐0.21 0.23 0.32 ‐1.67 ‐0.24 0.21 0.30 ‐1.84 ‐0.15 0.19 0.35 ‐1.30 ‐0.21 0.18 0.26 ‐1.48

38 ‐0.15 0.17 0.38 ‐1.22 ‐0.11 0.17 0.50 ‐1.31 ‐0.10 0.15 0.35 ‐1.12 ‐0.11 0.14 0.42 ‐1.02

39 0.06 0.18 1.01 ‐0.65 0.04 0.18 0.90 ‐0.90 0.09 0.17 1.15 ‐0.70 0.04 0.16 0.98 ‐0.59

40 ‐0.06 0.11 0.31 ‐0.78 ‐0.13 0.11 0.33 ‐0.77 ‐0.04 0.11 0.38 ‐0.74 ‐0.13 0.11 0.40 ‐0.92

41 ‐0.49 0.31 0.62 ‐2.38 ‐0.52 0.32 0.62 ‐2.65 ‐0.41 0.29 0.54 ‐2.84 ‐0.47 0.30 0.45 ‐2.41

42 ‐0.67 0.34 0.37 ‐2.65 ‐0.59 0.33 0.43 ‐2.64 ‐0.54 0.30 0.30 ‐2.66 ‐0.52 0.31 0.30 ‐2.38

43 ‐0.33 0.31 0.49 ‐2.18 ‐0.52 0.28 0.21 ‐2.05 ‐0.24 0.26 0.46 ‐2.12 ‐0.41 0.26 0.18 ‐2.01

44 ‐0.29 0.27 0.36 ‐1.93 ‐0.43 0.24 0.20 ‐2.20 ‐0.25 0.22 0.35 ‐1.58 ‐0.35 0.22 0.11 ‐1.83

45 ‐0.35 0.24 0.20 ‐1.92 ‐0.40 0.21 0.17 ‐2.06 ‐0.33 0.20 0.17 ‐1.70 ‐0.33 0.19 0.12 ‐1.73

46 ‐0.19 0.19 0.38 ‐1.39 0.00 0.00 0.00 0.00 ‐0.20 0.16 0.27 ‐1.32 0.00 0.00 0.00 0.00

47 ‐0.25 0.14 0.24 ‐1.20 ‐0.34 0.14 0.14 ‐1.31 ‐0.25 0.14 0.19 ‐1.08 ‐0.29 0.13 0.11 ‐1.24

48 ‐0.14 0.09 0.14 ‐0.77 ‐0.18 0.09 0.18 ‐0.75 ‐0.15 0.09 0.22 ‐0.84 ‐0.16 0.08 0.20 ‐0.91

49 ‐0.60 0.31 0.47 ‐2.58 ‐0.60 0.31 0.46 ‐2.87 ‐0.38 0.27 0.60 ‐2.47 ‐0.47 0.28 0.34 ‐2.64

50 ‐0.57 0.34 0.50 ‐2.41 ‐0.60 0.32 0.34 ‐2.48 ‐0.32 0.30 0.83 ‐2.27 ‐0.43 0.28 0.46 ‐2.24

51 ‐0.56 0.34 0.25 ‐2.54 ‐0.52 0.30 0.17 ‐2.19 ‐0.31 0.29 0.40 ‐1.91 ‐0.39 0.27 0.19 ‐2.17

52 ‐0.46 0.28 0.14 ‐2.20 ‐0.40 0.24 0.22 ‐2.13 ‐0.27 0.24 0.29 ‐1.72 ‐0.30 0.22 0.21 ‐1.80

53 ‐0.30 0.22 0.23 ‐1.68 ‐0.31 0.20 0.26 ‐1.93 ‐0.17 0.19 0.32 ‐1.52 ‐0.23 0.17 0.23 ‐1.52

54 ‐0.24 0.16 0.25 ‐1.34 ‐0.28 0.15 0.19 ‐1.54 ‐0.14 0.14 0.30 ‐1.09 ‐0.22 0.13 0.21 ‐1.31

55 ‐0.08 0.15 0.53 ‐0.88 ‐0.11 0.14 0.49 ‐0.95 ‐0.05 0.14 0.64 ‐0.78 ‐0.09 0.13 0.55 ‐0.78

56 ‐0.12 0.11 0.20 ‐0.94 ‐0.14 0.11 0.24 ‐0.76 ‐0.08 0.10 0.33 ‐0.87 ‐0.12 0.10 0.27 ‐0.81

57 ‐0.66 0.34 0.41 ‐2.75 ‐0.52 0.31 0.73 ‐2.68 ‐0.46 0.30 0.55 ‐2.49 ‐0.44 0.30 0.47 ‐2.59

58 ‐0.76 0.41 0.28 ‐3.25 ‐0.60 0.37 0.41 ‐2.67 ‐0.56 0.36 0.37 ‐2.90 ‐0.47 0.36 0.40 ‐2.63

59 ‐0.53 0.35 0.32 ‐2.60 ‐0.45 0.32 0.36 ‐2.43 ‐0.37 0.31 0.39 ‐2.07 ‐0.32 0.31 0.43 ‐2.22

60 ‐0.35 0.26 0.31 ‐1.93 ‐0.36 0.24 0.28 ‐2.11 ‐0.21 0.23 0.35 ‐1.68 ‐0.22 0.22 0.35 ‐1.74

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.10 0.17 0.38 ‐1.10 ‐0.32 0.16 0.24 ‐1.54 0.00 0.16 0.48 ‐1.02 ‐0.22 0.14 0.27 ‐1.27

63 ‐0.33 0.13 0.10 ‐1.11 ‐0.28 0.14 0.25 ‐1.12 ‐0.23 0.13 0.23 ‐1.01 ‐0.22 0.14 0.23 ‐1.11

64 ‐0.18 0.09 0.16 ‐0.88 ‐0.18 0.09 0.19 ‐0.83 ‐0.12 0.09 0.31 ‐0.80 ‐0.16 0.09 0.39 ‐0.82

Table D12 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 110o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.17 0.31 1.69 ‐2.69 ‐0.24 0.30 1.60 ‐2.90 ‐0.07 0.29 2.11 ‐2.56 ‐0.29 0.21 0.75 ‐2.64

2 0.05 0.29 1.60 ‐1.78 ‐0.08 0.24 1.03 ‐1.54 0.12 0.27 1.73 ‐1.54 ‐0.06 0.20 0.95 ‐1.52

3 0.00 0.20 1.11 ‐1.81 ‐0.15 0.16 0.48 ‐1.80 0.05 0.18 1.33 ‐1.49 ‐0.17 0.17 0.66 ‐1.21

4 ‐0.07 0.14 0.56 ‐1.89 ‐0.08 0.17 0.89 ‐1.38 ‐0.02 0.13 0.58 ‐1.17 ‐0.19 0.14 0.29 ‐1.05

5 ‐0.16 0.14 0.38 ‐1.22 ‐0.15 0.13 0.35 ‐1.11 ‐0.11 0.13 0.57 ‐1.02 ‐0.22 0.14 0.26 ‐1.25

6 ‐0.17 0.14 0.31 ‐1.24 ‐0.11 0.11 0.34 ‐0.89 ‐0.11 0.13 0.42 ‐1.38 ‐0.15 0.12 0.36 ‐1.07

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.06 0.10 0.38 ‐0.83 ‐0.10 0.10 0.35 ‐0.81 ‐0.01 0.10 0.59 ‐0.71 ‐0.12 0.10 0.29 ‐0.94

9 ‐0.41 0.39 1.26 ‐3.14 ‐0.45 0.39 1.47 ‐3.52 ‐0.25 0.34 2.52 ‐3.22 ‐0.55 0.30 0.63 ‐2.82

10 ‐0.40 0.33 0.72 ‐3.42 ‐0.48 0.32 0.38 ‐2.80 ‐0.28 0.28 0.88 ‐2.51 ‐0.58 0.28 0.17 ‐2.89

11 ‐0.31 0.24 0.62 ‐2.23 ‐0.32 0.22 0.52 ‐1.89 ‐0.19 0.22 0.57 ‐2.01 ‐0.39 0.21 0.29 ‐1.89

12 ‐0.22 0.20 0.65 ‐1.88 ‐0.30 0.19 0.43 ‐1.77 ‐0.11 0.18 0.66 ‐1.74 ‐0.38 0.20 0.24 ‐1.72

13 ‐0.34 0.21 0.43 ‐1.72 ‐0.36 0.20 0.26 ‐1.73 ‐0.25 0.19 0.49 ‐1.66 ‐0.45 0.22 0.14 ‐2.06

14 ‐0.35 0.20 0.22 ‐1.74 ‐0.32 0.20 0.29 ‐1.70 ‐0.26 0.18 0.34 ‐1.83 ‐0.39 0.23 0.19 ‐2.02

15 ‐0.20 0.18 0.42 ‐1.29 ‐0.31 0.19 0.30 ‐1.40 ‐0.16 0.17 0.39 ‐1.42 ‐0.33 0.20 0.25 ‐1.58

16 ‐0.02 0.10 0.37 ‐0.89 ‐0.13 0.11 0.33 ‐0.96 ‐0.01 0.11 0.77 ‐1.00 ‐0.12 0.11 0.25 ‐1.16

17 ‐0.45 0.37 1.87 ‐2.76 ‐0.43 0.36 1.59 ‐3.29 ‐0.27 0.34 2.70 ‐3.23 ‐0.47 0.29 0.88 ‐2.64

18 ‐0.33 0.32 1.16 ‐2.33 0.00 0.00 0.00 0.00 ‐0.16 0.30 1.41 ‐2.33 0.00 0.00 0.00 0.00

19 ‐0.31 0.27 1.05 ‐2.10 ‐0.38 0.25 0.63 ‐2.14 ‐0.17 0.24 1.29 ‐1.71 ‐0.43 0.26 0.60 ‐2.02

20 ‐0.28 0.23 0.65 ‐2.01 ‐0.40 0.23 0.42 ‐1.88 ‐0.13 0.21 0.76 ‐1.65 ‐0.46 0.24 0.23 ‐1.96

21 ‐0.40 0.23 0.35 ‐1.83 ‐0.40 0.22 0.29 ‐1.98 ‐0.27 0.21 0.46 ‐2.10 ‐0.47 0.25 0.22 ‐2.19

22 ‐0.25 0.20 0.44 ‐1.65 ‐0.34 0.19 0.35 ‐1.70 ‐0.11 0.19 0.55 ‐1.66 ‐0.37 0.22 0.31 ‐2.02

23 ‐0.06 0.18 0.91 ‐1.11 ‐0.12 0.17 0.73 ‐1.24 0.05 0.19 1.03 ‐1.46 ‐0.13 0.19 0.71 ‐1.38

24 ‐0.09 0.13 0.33 ‐1.05 ‐0.22 0.13 0.30 ‐1.29 ‐0.03 0.13 0.79 ‐1.00 ‐0.23 0.14 0.20 ‐1.67

25 ‐0.69 0.43 1.16 ‐4.12 ‐0.57 0.40 0.94 ‐4.36 ‐0.50 0.38 1.85 ‐3.94 ‐0.65 0.33 0.40 ‐2.97

26 ‐0.65 0.37 0.59 ‐3.49 ‐0.62 0.34 0.40 ‐2.99 ‐0.49 0.35 0.67 ‐3.13 ‐0.72 0.32 0.24 ‐2.65

27 ‐0.56 0.29 0.52 ‐2.61 ‐0.51 0.28 0.45 ‐2.25 ‐0.38 0.27 0.66 ‐2.51 ‐0.56 0.27 0.21 ‐2.45

28 ‐0.48 0.26 0.38 ‐2.20 ‐0.45 0.25 0.32 ‐1.84 ‐0.29 0.24 0.63 ‐1.97 ‐0.50 0.27 0.21 ‐2.31

29 ‐0.52 0.28 0.32 ‐2.15 ‐0.46 0.26 0.28 ‐2.19 ‐0.37 0.25 0.43 ‐2.34 ‐0.51 0.30 0.28 ‐2.47

30 ‐0.46 0.27 0.26 ‐2.22 ‐0.42 0.25 0.40 ‐1.94 ‐0.33 0.25 0.36 ‐2.67 ‐0.45 0.28 0.21 ‐2.21

31 ‐0.30 0.22 0.31 ‐1.74 ‐0.28 0.20 0.26 ‐1.50 ‐0.23 0.21 0.49 ‐1.85 ‐0.30 0.21 0.33 ‐1.62

32 ‐0.07 0.11 0.33 ‐0.86 ‐0.21 0.11 0.31 ‐1.15 ‐0.06 0.12 0.76 ‐0.99 ‐0.22 0.12 0.17 ‐1.47

33 ‐0.55 0.38 1.30 ‐4.21 ‐0.63 0.35 0.87 ‐3.47 ‐0.43 0.36 1.95 ‐4.05 ‐0.69 0.31 0.52 ‐3.17

34 ‐0.59 0.34 0.74 ‐3.11 ‐0.57 0.33 0.80 ‐3.17 ‐0.44 0.32 1.09 ‐2.70 ‐0.56 0.33 0.62 ‐2.58

35 ‐0.68 0.31 0.44 ‐2.69 ‐0.61 0.29 0.62 ‐2.29 ‐0.53 0.28 0.66 ‐2.56 ‐0.66 0.31 0.29 ‐2.52

36 ‐0.53 0.30 0.40 ‐2.18 ‐0.60 0.29 0.26 ‐2.36 ‐0.39 0.27 0.53 ‐2.19 ‐0.69 0.32 0.17 ‐2.53

37 ‐0.50 0.31 0.34 ‐2.36 ‐0.50 0.28 0.25 ‐2.19 ‐0.39 0.27 0.36 ‐2.59 ‐0.54 0.31 0.17 ‐2.49

38 ‐0.40 0.27 0.34 ‐2.10 ‐0.33 0.24 0.49 ‐1.78 ‐0.31 0.24 0.34 ‐2.29 ‐0.35 0.27 0.55 ‐2.01

39 ‐0.14 0.23 1.06 ‐1.40 ‐0.12 0.22 0.90 ‐1.25 ‐0.08 0.22 1.04 ‐1.46 ‐0.11 0.24 1.00 ‐1.29

40 ‐0.14 0.14 0.24 ‐0.98 ‐0.21 0.14 0.30 ‐1.22 ‐0.13 0.15 0.55 ‐1.07 ‐0.22 0.16 0.24 ‐1.20

41 ‐0.73 0.42 0.69 ‐4.12 ‐0.74 0.42 0.61 ‐3.87 ‐0.64 0.42 1.08 ‐3.76 ‐0.82 0.37 0.13 ‐3.34

42 ‐0.91 0.40 0.28 ‐3.75 ‐0.81 0.39 0.45 ‐3.23 ‐0.75 0.38 0.41 ‐3.28 ‐0.87 0.38 0.07 ‐3.19

43 ‐0.63 0.35 0.45 ‐2.70 ‐0.76 0.33 0.24 ‐2.64 ‐0.48 0.32 0.53 ‐2.83 ‐0.77 0.33 0.10 ‐2.82

44 ‐0.61 0.34 0.38 ‐2.41 ‐0.70 0.31 0.12 ‐2.44 ‐0.51 0.30 0.35 ‐2.59 ‐0.71 0.34 0.06 ‐2.54

45 ‐0.68 0.37 0.16 ‐3.04 ‐0.66 0.31 0.20 ‐2.62 ‐0.60 0.32 0.17 ‐3.07 ‐0.67 0.35 0.05 ‐2.75

46 ‐0.40 0.31 0.34 ‐2.28 0.00 0.00 0.00 0.00 ‐0.39 0.28 0.37 ‐2.57 0.00 0.00 0.00 0.00

47 ‐0.34 0.22 0.25 ‐1.75 ‐0.43 0.19 0.16 ‐1.65 ‐0.36 0.21 0.23 ‐1.93 ‐0.43 0.20 0.11 ‐1.68

48 ‐0.19 0.12 0.16 ‐0.97 ‐0.22 0.12 0.14 ‐0.96 ‐0.21 0.12 0.45 ‐1.25 ‐0.20 0.11 0.15 ‐0.99

49 ‐0.83 0.40 0.57 ‐3.91 ‐0.82 0.41 0.43 ‐3.50 ‐0.62 0.37 0.67 ‐3.21 ‐0.82 0.38 0.39 ‐3.46

50 ‐0.85 0.39 0.46 ‐3.13 ‐0.83 0.36 0.31 ‐2.89 ‐0.57 0.34 0.64 ‐2.84 ‐0.75 0.36 0.50 ‐2.76

51 ‐0.94 0.39 0.17 ‐3.02 ‐0.83 0.36 0.19 ‐3.01 ‐0.65 0.35 0.34 ‐2.85 ‐0.80 0.37 0.25 ‐2.70

52 ‐0.85 0.39 0.08 ‐3.02 ‐0.71 0.34 0.17 ‐2.63 ‐0.62 0.34 0.24 ‐2.97 ‐0.69 0.38 0.26 ‐2.78

53 ‐0.62 0.36 0.24 ‐2.89 ‐0.58 0.32 0.23 ‐2.50 ‐0.46 0.32 0.34 ‐2.98 ‐0.55 0.36 0.29 ‐2.76

54 ‐0.47 0.28 0.17 ‐2.25 ‐0.48 0.25 0.25 ‐1.93 ‐0.35 0.26 0.32 ‐2.50 ‐0.44 0.27 0.22 ‐2.06

55 ‐0.24 0.22 0.50 ‐1.58 ‐0.24 0.19 0.64 ‐1.37 ‐0.19 0.21 0.65 ‐1.68 ‐0.21 0.19 0.49 ‐1.54

56 ‐0.19 0.13 0.22 ‐1.02 ‐0.21 0.14 0.31 ‐0.95 ‐0.16 0.14 0.45 ‐1.10 ‐0.19 0.14 0.22 ‐1.14

57 ‐0.94 0.44 0.35 ‐3.55 ‐0.77 0.41 0.51 ‐3.82 ‐0.73 0.41 0.43 ‐4.04 ‐0.81 0.40 0.23 ‐3.96

58 ‐1.11 0.46 0.12 ‐3.75 ‐0.91 0.41 0.39 ‐3.38 ‐0.88 0.41 0.28 ‐3.69 ‐0.92 0.41 0.16 ‐3.32

59 ‐0.97 0.44 0.23 ‐3.32 ‐0.83 0.40 0.24 ‐3.26 ‐0.75 0.40 0.29 ‐3.05 ‐0.80 0.43 0.30 ‐3.07

60 ‐0.73 0.41 0.29 ‐3.15 ‐0.69 0.37 0.19 ‐2.63 ‐0.56 0.37 0.35 ‐3.03 ‐0.62 0.42 0.33 ‐2.98

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.23 0.27 0.43 ‐2.01 ‐0.47 0.24 0.21 ‐2.02 ‐0.15 0.26 0.58 ‐2.13 ‐0.41 0.26 0.20 ‐2.15

63 ‐0.39 0.18 0.14 ‐1.64 ‐0.36 0.17 0.25 ‐1.42 ‐0.34 0.18 0.24 ‐1.68 ‐0.33 0.18 0.20 ‐1.77

64 ‐0.21 0.10 0.08 ‐0.89 ‐0.22 0.11 0.17 ‐0.97 ‐0.16 0.11 0.36 ‐0.92 ‐0.21 0.11 0.15 ‐1.01

Table D13 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 120o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.28 0.43 2.20 ‐3.32 ‐0.32 0.45 2.18 ‐3.15 ‐0.01 0.42 2.64 ‐2.69 ‐0.39 0.26 0.79 ‐2.71

2 0.00 0.35 1.72 ‐2.41 ‐0.08 0.31 1.24 ‐2.20 0.20 0.33 1.90 ‐1.52 ‐0.10 0.22 0.90 ‐1.65

3 ‐0.03 0.25 1.34 ‐2.16 ‐0.16 0.20 0.67 ‐1.59 0.12 0.23 1.35 ‐1.40 ‐0.22 0.20 0.67 ‐1.63

4 ‐0.07 0.18 0.65 ‐1.41 ‐0.05 0.22 1.09 ‐1.53 0.03 0.17 0.73 ‐1.23 ‐0.23 0.17 0.33 ‐1.56

5 ‐0.14 0.17 0.44 ‐1.76 ‐0.13 0.16 0.50 ‐1.56 ‐0.06 0.16 0.51 ‐1.46 ‐0.30 0.17 0.33 ‐1.70

6 ‐0.11 0.16 0.48 ‐1.60 ‐0.09 0.14 0.58 ‐1.51 ‐0.05 0.17 0.59 ‐1.43 ‐0.23 0.16 0.35 ‐1.32

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.05 0.12 0.53 ‐1.14 ‐0.12 0.12 0.39 ‐1.10 0.01 0.13 0.72 ‐0.96 ‐0.20 0.15 0.34 ‐1.33

9 ‐0.54 0.55 1.73 ‐4.84 ‐0.54 0.56 2.04 ‐4.10 ‐0.18 0.47 2.78 ‐3.37 ‐0.73 0.36 0.75 ‐3.32

10 ‐0.47 0.39 0.79 ‐3.02 ‐0.56 0.40 0.70 ‐3.22 ‐0.28 0.34 0.94 ‐2.24 ‐0.72 0.32 0.20 ‐3.10

11 ‐0.34 0.30 0.74 ‐2.47 ‐0.32 0.29 0.75 ‐2.75 ‐0.17 0.27 0.88 ‐2.04 ‐0.47 0.25 0.43 ‐2.37

12 ‐0.21 0.25 0.72 ‐2.35 ‐0.30 0.25 0.64 ‐2.08 ‐0.08 0.23 0.78 ‐1.75 ‐0.50 0.24 0.24 ‐2.16

13 ‐0.32 0.24 0.52 ‐2.00 ‐0.35 0.24 0.43 ‐2.10 ‐0.21 0.23 0.61 ‐1.74 ‐0.63 0.26 0.13 ‐2.26

14 ‐0.33 0.21 0.34 ‐1.73 ‐0.36 0.23 0.47 ‐1.92 ‐0.25 0.21 0.46 ‐1.61 ‐0.62 0.26 0.20 ‐2.43

15 ‐0.24 0.19 0.42 ‐1.75 ‐0.38 0.21 0.29 ‐1.89 ‐0.22 0.19 0.42 ‐1.81 ‐0.53 0.23 0.18 ‐2.15

16 ‐0.04 0.12 0.39 ‐1.32 ‐0.19 0.14 0.28 ‐1.39 ‐0.04 0.13 0.50 ‐1.18 ‐0.23 0.17 0.30 ‐1.65

17 ‐0.59 0.55 2.13 ‐4.16 ‐0.53 0.56 2.57 ‐4.15 ‐0.22 0.52 2.91 ‐3.30 ‐0.67 0.36 0.82 ‐3.99

18 ‐0.35 0.43 1.40 ‐2.83 0.00 0.00 0.00 0.00 ‐0.04 0.39 1.61 ‐2.12 0.00 0.00 0.00 0.00

19 ‐0.30 0.34 1.21 ‐3.16 ‐0.36 0.32 1.09 ‐2.42 ‐0.10 0.31 1.29 ‐2.04 ‐0.56 0.31 0.68 ‐2.49

20 ‐0.26 0.28 0.68 ‐2.49 ‐0.38 0.28 0.71 ‐1.99 ‐0.08 0.27 0.97 ‐1.87 ‐0.64 0.29 0.24 ‐2.46

21 ‐0.39 0.26 0.53 ‐2.32 ‐0.40 0.26 0.50 ‐2.14 ‐0.27 0.25 0.65 ‐2.16 ‐0.70 0.30 0.26 ‐2.38

22 ‐0.25 0.22 0.54 ‐1.88 ‐0.37 0.22 0.40 ‐2.00 ‐0.12 0.22 0.78 ‐1.74 ‐0.61 0.27 0.23 ‐2.29

23 ‐0.08 0.20 0.89 ‐1.41 ‐0.17 0.19 0.87 ‐1.45 0.04 0.21 1.04 ‐1.15 ‐0.30 0.24 0.84 ‐1.72

24 ‐0.14 0.14 0.39 ‐1.19 ‐0.28 0.16 0.29 ‐1.52 ‐0.07 0.15 0.52 ‐1.33 ‐0.41 0.22 0.14 ‐2.19

25 ‐0.86 0.62 1.47 ‐5.46 ‐0.70 0.59 1.76 ‐5.09 ‐0.55 0.52 2.09 ‐4.09 ‐0.88 0.40 0.40 ‐4.28

26 ‐0.74 0.48 0.76 ‐4.22 ‐0.70 0.45 0.64 ‐3.86 ‐0.55 0.44 0.89 ‐3.40 ‐0.91 0.36 0.14 ‐3.33

27 ‐0.58 0.36 0.62 ‐3.15 ‐0.53 0.34 0.56 ‐2.60 ‐0.39 0.34 0.86 ‐3.00 ‐0.76 0.32 0.13 ‐2.78

28 ‐0.47 0.30 0.56 ‐3.01 ‐0.46 0.29 0.51 ‐2.30 ‐0.29 0.29 0.76 ‐2.29 ‐0.74 0.31 0.25 ‐2.63

29 ‐0.53 0.29 0.40 ‐2.47 ‐0.50 0.29 0.44 ‐2.26 ‐0.41 0.28 0.57 ‐2.57 ‐0.83 0.34 0.07 ‐2.71

30 ‐0.54 0.28 0.34 ‐2.29 ‐0.51 0.27 0.46 ‐2.08 ‐0.43 0.26 0.47 ‐2.16 ‐0.79 0.34 0.05 ‐2.84

31 ‐0.40 0.24 0.27 ‐2.21 ‐0.38 0.22 0.42 ‐2.11 ‐0.33 0.23 0.33 ‐1.96 ‐0.54 0.27 0.17 ‐2.23

32 ‐0.12 0.13 0.31 ‐1.13 ‐0.27 0.15 0.20 ‐1.85 ‐0.12 0.14 0.45 ‐1.26 ‐0.35 0.20 0.14 ‐2.14

33 ‐0.67 0.55 2.03 ‐4.33 ‐0.73 0.52 1.92 ‐4.10 ‐0.47 0.52 3.39 ‐3.68 ‐0.89 0.37 0.46 ‐4.48

34 ‐0.58 0.43 1.12 ‐3.65 ‐0.55 0.42 0.89 ‐3.17 ‐0.36 0.41 1.45 ‐3.00 ‐0.73 0.38 0.71 ‐3.40

35 ‐0.65 0.37 0.78 ‐3.23 ‐0.58 0.36 0.86 ‐2.91 ‐0.49 0.36 0.95 ‐2.91 ‐0.87 0.37 0.58 ‐3.00

36 ‐0.52 0.32 0.70 ‐3.04 ‐0.60 0.32 0.42 ‐3.08 ‐0.39 0.31 0.83 ‐2.50 ‐0.99 0.38 0.18 ‐3.05

37 ‐0.54 0.31 0.42 ‐2.40 ‐0.57 0.29 0.48 ‐2.42 ‐0.44 0.30 0.59 ‐2.40 ‐0.90 0.36 0.19 ‐3.33

38 ‐0.49 0.27 0.42 ‐2.28 ‐0.45 0.25 0.45 ‐2.16 ‐0.41 0.26 0.43 ‐1.80 ‐0.69 0.34 0.34 ‐2.74

39 ‐0.27 0.22 0.69 ‐1.65 ‐0.27 0.22 0.95 ‐1.84 ‐0.20 0.22 0.91 ‐1.55 ‐0.34 0.30 0.87 ‐2.14

40 ‐0.24 0.16 0.31 ‐1.34 ‐0.33 0.17 0.23 ‐1.57 ‐0.22 0.17 0.32 ‐1.46 ‐0.40 0.24 0.23 ‐2.14

41 ‐0.92 0.59 1.30 ‐4.87 ‐0.90 0.60 1.25 ‐4.94 ‐0.77 0.58 1.85 ‐4.83 ‐1.08 0.43 0.33 ‐4.85

42 ‐0.97 0.50 0.56 ‐4.53 ‐0.88 0.50 0.51 ‐4.13 ‐0.82 0.49 0.62 ‐4.56 ‐1.12 0.42 0.11 ‐3.66

43 ‐0.66 0.40 0.59 ‐3.21 ‐0.76 0.38 0.41 ‐3.00 ‐0.50 0.38 0.89 ‐3.42 ‐1.04 0.39 0.16 ‐3.04

44 ‐0.68 0.35 0.50 ‐2.90 ‐0.73 0.34 0.39 ‐2.95 ‐0.58 0.33 0.65 ‐2.76 ‐1.07 0.39 0.13 ‐3.17

45 ‐0.78 0.36 0.28 ‐3.18 ‐0.74 0.33 0.34 ‐2.82 ‐0.71 0.35 0.37 ‐3.24 ‐1.08 0.42 0.04 ‐3.60

46 ‐0.57 0.32 0.30 ‐2.49 0.00 0.00 0.00 0.00 ‐0.55 0.31 0.33 ‐2.75 0.00 0.00 0.00 0.00

47 ‐0.48 0.26 0.20 ‐2.28 ‐0.54 0.24 0.14 ‐2.23 ‐0.49 0.26 0.28 ‐2.42 ‐0.69 0.30 0.04 ‐2.52

48 ‐0.27 0.15 0.16 ‐1.40 ‐0.29 0.15 0.25 ‐1.45 ‐0.29 0.16 0.16 ‐1.77 ‐0.28 0.16 0.15 ‐1.88

49 ‐0.98 0.54 0.97 ‐5.04 ‐0.95 0.57 1.41 ‐5.64 ‐0.73 0.50 1.97 ‐4.50 ‐1.11 0.45 0.47 ‐5.03

50 ‐0.83 0.45 0.98 ‐4.22 ‐0.82 0.43 0.70 ‐3.93 ‐0.55 0.43 1.26 ‐3.60 ‐0.97 0.42 0.79 ‐3.63

51 ‐0.93 0.41 0.81 ‐3.59 ‐0.82 0.39 0.78 ‐3.37 ‐0.68 0.39 0.77 ‐3.11 ‐1.12 0.44 0.48 ‐3.20

52 ‐0.96 0.38 0.17 ‐3.42 ‐0.82 0.35 0.33 ‐3.09 ‐0.76 0.35 0.38 ‐2.95 ‐1.13 0.43 0.01 ‐3.84

53 ‐0.81 0.36 0.18 ‐3.17 ‐0.74 0.33 0.25 ‐2.73 ‐0.65 0.34 0.46 ‐2.95 ‐0.99 0.45 0.10 ‐3.49

54 ‐0.67 0.32 0.19 ‐2.66 ‐0.66 0.29 0.19 ‐2.72 ‐0.56 0.30 0.36 ‐2.57 ‐0.80 0.40 0.11 ‐3.33

55 ‐0.43 0.26 0.44 ‐2.09 ‐0.41 0.24 0.55 ‐1.97 ‐0.36 0.25 0.59 ‐1.98 ‐0.42 0.31 0.71 ‐2.34

56 ‐0.28 0.17 0.22 ‐1.45 ‐0.31 0.17 0.27 ‐1.48 ‐0.25 0.18 0.27 ‐1.41 ‐0.32 0.21 0.25 ‐1.92

57 ‐1.12 0.58 0.81 ‐5.21 ‐0.94 0.57 1.11 ‐5.08 ‐0.92 0.56 0.80 ‐4.42 ‐1.14 0.48 0.19 ‐4.16

58 ‐1.16 0.51 0.53 ‐4.50 ‐0.96 0.49 0.59 ‐4.25 ‐0.96 0.48 0.51 ‐4.50 ‐1.25 0.47 0.20 ‐4.39

59 ‐1.08 0.43 0.43 ‐3.69 ‐0.91 0.41 0.49 ‐3.49 ‐0.88 0.41 0.54 ‐3.82 ‐1.23 0.47 0.08 ‐3.84

60 ‐0.94 0.40 0.21 ‐3.42 ‐0.87 0.37 0.27 ‐3.28 ‐0.77 0.38 0.29 ‐3.12 ‐1.11 0.49 0.16 ‐3.80

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.42 0.35 0.48 ‐2.60 ‐0.67 0.31 0.17 ‐2.66 ‐0.33 0.33 0.59 ‐2.20 ‐0.74 0.41 0.11 ‐3.06

63 ‐0.52 0.25 0.19 ‐2.13 ‐0.47 0.23 0.30 ‐2.01 ‐0.48 0.26 0.22 ‐2.20 ‐0.52 0.28 0.16 ‐2.30

64 ‐0.24 0.14 0.17 ‐1.23 ‐0.27 0.14 0.27 ‐1.20 ‐0.22 0.15 0.27 ‐1.18 ‐0.29 0.14 0.16 ‐1.63

Table D14 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 130o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.58 0.58 1.77 ‐4.14 ‐0.56 0.61 2.63 ‐4.51 ‐0.14 0.52 2.95 ‐4.70 ‐0.55 0.33 0.85 ‐3.26

2 ‐0.22 0.41 1.45 ‐3.37 ‐0.23 0.39 1.15 ‐2.89 0.04 0.40 1.93 ‐2.39 ‐0.21 0.26 0.94 ‐2.18

3 ‐0.18 0.32 1.32 ‐2.51 ‐0.25 0.27 0.58 ‐2.39 0.01 0.28 1.29 ‐2.34 ‐0.32 0.23 0.70 ‐2.33

4 ‐0.19 0.25 0.76 ‐2.07 ‐0.12 0.27 1.09 ‐2.06 ‐0.03 0.22 0.79 ‐1.48 ‐0.31 0.18 0.56 ‐1.81

5 ‐0.22 0.22 0.52 ‐1.91 ‐0.17 0.21 0.58 ‐1.62 ‐0.07 0.19 0.60 ‐1.68 ‐0.36 0.18 0.31 ‐1.68

6 ‐0.16 0.19 0.52 ‐1.66 ‐0.11 0.19 0.57 ‐1.40 ‐0.03 0.18 0.64 ‐1.49 ‐0.27 0.17 0.39 ‐1.44

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.07 0.14 0.62 ‐1.39 ‐0.11 0.14 0.43 ‐1.45 0.03 0.13 0.69 ‐1.19 ‐0.27 0.18 0.44 ‐1.51

9 ‐0.87 0.77 1.80 ‐5.83 ‐0.87 0.78 2.38 ‐5.65 ‐0.30 0.61 3.58 ‐5.27 ‐0.92 0.42 0.73 ‐3.97

10 ‐0.68 0.55 1.00 ‐4.46 ‐0.76 0.53 0.92 ‐4.23 ‐0.37 0.42 1.15 ‐3.22 ‐0.86 0.38 0.22 ‐3.81

11 ‐0.50 0.40 0.75 ‐3.57 ‐0.43 0.38 0.75 ‐3.12 ‐0.25 0.33 1.01 ‐2.31 ‐0.60 0.29 0.37 ‐2.51

12 ‐0.34 0.32 0.72 ‐2.83 ‐0.40 0.32 0.65 ‐2.39 ‐0.15 0.28 0.84 ‐1.70 ‐0.60 0.27 0.28 ‐2.57

13 ‐0.42 0.30 0.46 ‐2.61 ‐0.43 0.30 0.48 ‐2.48 ‐0.20 0.25 0.73 ‐1.76 ‐0.73 0.29 0.16 ‐2.78

14 ‐0.39 0.25 0.35 ‐2.11 ‐0.41 0.28 0.45 ‐2.16 ‐0.26 0.22 0.50 ‐1.66 ‐0.79 0.29 0.10 ‐2.52

15 ‐0.30 0.23 0.41 ‐2.49 ‐0.45 0.26 0.37 ‐2.32 ‐0.25 0.20 0.50 ‐1.82 ‐0.66 0.25 0.13 ‐2.51

16 ‐0.08 0.14 0.39 ‐1.30 ‐0.22 0.16 0.30 ‐1.63 ‐0.13 0.14 0.36 ‐1.40 ‐0.37 0.21 0.34 ‐1.91

17 ‐0.91 0.74 2.62 ‐5.57 ‐0.88 0.78 2.26 ‐5.44 ‐0.28 0.66 3.61 ‐4.25 ‐0.88 0.42 0.93 ‐4.12

18 ‐0.65 0.57 1.12 ‐4.06 0.00 0.00 0.00 0.00 ‐0.13 0.51 1.87 ‐3.28 0.00 0.00 0.00 0.00

19 ‐0.50 0.45 1.07 ‐3.61 ‐0.51 0.44 0.84 ‐3.48 ‐0.18 0.38 1.25 ‐2.32 ‐0.70 0.35 0.88 ‐2.87

20 ‐0.39 0.37 0.70 ‐2.87 ‐0.49 0.37 0.57 ‐2.81 ‐0.17 0.31 0.94 ‐2.03 ‐0.77 0.32 0.31 ‐3.12

21 ‐0.50 0.33 0.45 ‐2.53 ‐0.47 0.33 0.53 ‐2.45 ‐0.19 0.27 0.78 ‐2.03 ‐0.83 0.32 0.23 ‐2.74

22 ‐0.33 0.28 0.54 ‐2.23 ‐0.42 0.29 0.43 ‐2.46 ‐0.07 0.24 0.91 ‐1.70 ‐0.75 0.30 0.25 ‐2.45

23 ‐0.16 0.27 1.01 ‐1.68 ‐0.21 0.26 0.87 ‐1.72 0.14 0.26 1.69 ‐1.61 ‐0.43 0.28 0.64 ‐2.29

24 ‐0.18 0.17 0.55 ‐1.41 ‐0.30 0.19 0.29 ‐1.58 ‐0.04 0.17 0.72 ‐1.13 ‐0.59 0.29 0.29 ‐2.59

25 ‐1.11 0.81 1.89 ‐6.51 ‐1.05 0.86 2.29 ‐6.59 ‐0.56 0.65 2.63 ‐4.60 ‐1.09 0.47 0.68 ‐4.35

26 ‐0.90 0.61 0.96 ‐4.44 ‐0.90 0.58 0.94 ‐4.69 ‐0.60 0.48 1.26 ‐3.64 ‐1.03 0.41 0.19 ‐4.20

27 ‐0.71 0.46 0.75 ‐3.53 ‐0.66 0.45 0.75 ‐3.11 ‐0.36 0.38 0.97 ‐2.74 ‐0.89 0.36 0.29 ‐3.52

28 ‐0.57 0.39 0.63 ‐3.04 ‐0.55 0.38 0.55 ‐2.77 ‐0.28 0.32 0.90 ‐2.51 ‐0.87 0.35 0.27 ‐3.23

29 ‐0.59 0.36 0.53 ‐2.95 ‐0.55 0.36 0.55 ‐2.84 ‐0.34 0.30 0.78 ‐2.23 ‐1.00 0.36 0.20 ‐2.96

30 ‐0.59 0.32 0.41 ‐2.40 ‐0.57 0.33 0.46 ‐2.53 ‐0.36 0.28 0.68 ‐2.11 ‐1.02 0.35 0.10 ‐3.06

31 ‐0.45 0.27 0.34 ‐2.10 ‐0.45 0.28 0.42 ‐2.12 ‐0.36 0.25 0.42 ‐1.92 ‐0.79 0.29 0.08 ‐2.62

32 ‐0.18 0.15 0.32 ‐1.37 ‐0.32 0.18 0.21 ‐1.90 ‐0.15 0.16 0.38 ‐1.61 ‐0.58 0.31 0.22 ‐3.14

33 ‐0.91 0.76 2.66 ‐6.85 ‐1.02 0.74 1.84 ‐5.60 ‐0.52 0.71 3.23 ‐4.99 ‐1.06 0.44 1.18 ‐5.82

34 ‐0.78 0.60 1.51 ‐4.44 ‐0.72 0.62 1.25 ‐4.72 ‐0.24 0.52 1.74 ‐3.66 ‐0.86 0.42 0.62 ‐3.89

35 ‐0.78 0.48 0.87 ‐3.60 ‐0.68 0.49 0.97 ‐3.51 ‐0.35 0.41 1.29 ‐3.22 ‐0.96 0.40 0.55 ‐3.65

36 ‐0.58 0.40 0.77 ‐2.89 ‐0.66 0.42 0.66 ‐3.13 ‐0.36 0.35 0.91 ‐2.59 ‐1.08 0.39 0.16 ‐3.31

37 ‐0.57 0.37 0.50 ‐2.76 ‐0.61 0.37 0.58 ‐2.76 ‐0.41 0.32 0.86 ‐2.46 ‐1.10 0.39 0.08 ‐3.30

38 ‐0.52 0.31 0.46 ‐2.70 ‐0.50 0.32 0.52 ‐2.42 ‐0.35 0.28 0.61 ‐2.21 ‐0.95 0.35 0.21 ‐2.84

39 ‐0.32 0.27 0.70 ‐2.22 ‐0.35 0.27 0.63 ‐2.19 ‐0.12 0.24 0.89 ‐1.92 ‐0.63 0.31 0.79 ‐2.44

40 ‐0.30 0.19 0.42 ‐1.89 ‐0.40 0.20 0.27 ‐1.96 ‐0.20 0.19 0.43 ‐1.64 ‐0.62 0.31 0.29 ‐2.96

41 ‐1.11 0.78 2.05 ‐5.85 ‐1.17 0.82 1.89 ‐6.00 ‐0.72 0.73 3.33 ‐5.04 ‐1.27 0.49 0.62 ‐4.75

42 ‐1.10 0.63 0.65 ‐4.67 ‐1.04 0.65 0.73 ‐4.93 ‐0.81 0.54 1.03 ‐3.82 ‐1.26 0.47 0.15 ‐4.93

43 ‐0.71 0.49 0.75 ‐3.78 ‐0.81 0.49 0.73 ‐3.97 ‐0.58 0.42 0.93 ‐3.04 ‐1.14 0.42 0.15 ‐3.91

44 ‐0.70 0.41 0.54 ‐3.36 ‐0.74 0.42 0.64 ‐3.67 ‐0.54 0.37 0.88 ‐2.63 ‐1.19 0.41 0.09 ‐3.62

45 ‐0.75 0.39 0.45 ‐3.18 ‐0.72 0.39 0.44 ‐3.17 ‐0.61 0.37 0.77 ‐3.12 ‐1.31 0.43 ‐0.02 ‐3.90

46 ‐0.60 0.34 0.43 ‐2.70 0.00 0.00 0.00 0.00 ‐0.57 0.33 0.55 ‐2.79 0.00 0.00 0.00 0.00

47 ‐0.54 0.29 0.25 ‐2.35 ‐0.59 0.29 0.27 ‐2.46 ‐0.54 0.28 0.33 ‐2.34 ‐0.96 0.34 0.01 ‐3.07

48 ‐0.34 0.18 0.22 ‐1.60 ‐0.36 0.19 0.34 ‐1.62 ‐0.31 0.18 0.30 ‐1.66 ‐0.55 0.26 0.15 ‐3.07

49 ‐1.17 0.75 1.71 ‐5.89 ‐1.18 0.80 1.55 ‐6.21 ‐0.77 0.72 4.16 ‐4.74 ‐1.31 0.50 0.94 ‐5.21

50 ‐0.88 0.59 1.18 ‐4.80 ‐0.87 0.59 1.04 ‐4.83 ‐0.42 0.51 1.44 ‐3.49 ‐1.08 0.45 0.67 ‐4.24

51 ‐0.90 0.49 0.84 ‐3.93 ‐0.79 0.49 1.03 ‐4.10 ‐0.50 0.44 1.29 ‐3.32 ‐1.23 0.46 0.37 ‐3.87

52 ‐0.91 0.42 0.30 ‐3.56 ‐0.78 0.42 0.44 ‐3.69 ‐0.59 0.38 0.83 ‐2.73 ‐1.34 0.44 0.06 ‐3.84

53 ‐0.76 0.38 0.39 ‐3.23 ‐0.72 0.38 0.49 ‐2.88 ‐0.59 0.35 0.65 ‐2.89 ‐1.35 0.45 ‐0.05 ‐4.18

54 ‐0.69 0.33 0.30 ‐2.74 ‐0.70 0.33 0.37 ‐2.88 ‐0.52 0.31 0.59 ‐2.71 ‐1.18 0.44 0.04 ‐3.55

55 ‐0.49 0.27 0.54 ‐2.28 ‐0.49 0.27 0.44 ‐2.21 ‐0.37 0.26 0.69 ‐2.04 ‐0.76 0.38 0.57 ‐3.01

56 ‐0.35 0.19 0.21 ‐1.67 ‐0.39 0.20 0.29 ‐1.84 ‐0.30 0.19 0.35 ‐2.06 ‐0.58 0.32 0.25 ‐3.12

57 ‐1.33 0.80 1.20 ‐6.41 ‐1.18 0.80 1.77 ‐6.07 ‐0.97 0.73 2.58 ‐5.23 ‐1.38 0.55 0.35 ‐5.77

58 ‐1.21 0.65 0.80 ‐5.45 ‐1.02 0.64 0.86 ‐5.25 ‐0.95 0.58 0.83 ‐4.21 ‐1.42 0.50 0.09 ‐4.58

59 ‐1.02 0.50 0.58 ‐3.96 ‐0.87 0.49 0.86 ‐3.87 ‐0.79 0.46 0.70 ‐3.28 ‐1.43 0.48 0.13 ‐4.21

60 ‐0.89 0.43 0.53 ‐3.46 ‐0.84 0.42 0.65 ‐3.47 ‐0.73 0.40 0.67 ‐3.50 ‐1.45 0.47 0.07 ‐4.07

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.49 0.35 0.63 ‐2.41 ‐0.75 0.34 0.36 ‐2.75 ‐0.66 0.34 0.48 ‐3.17 ‐1.23 0.49 0.05 ‐4.10

63 ‐0.64 0.29 0.29 ‐2.22 ‐0.57 0.28 0.29 ‐2.34 ‐0.54 0.28 0.35 ‐2.42 ‐0.88 0.39 0.10 ‐3.26

64 ‐0.30 0.17 0.22 ‐1.56 ‐0.34 0.18 0.27 ‐1.75 ‐0.30 0.18 0.36 ‐1.91 ‐0.46 0.22 0.14 ‐2.83

Table D15 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 140o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.94 0.72 1.94 ‐5.67 ‐0.58 0.65 3.18 ‐5.18 ‐0.41 0.55 2.75 ‐5.46 ‐0.74 0.39 0.73 ‐3.98

2 ‐0.38 0.50 1.37 ‐3.32 ‐0.22 0.37 1.16 ‐2.67 ‐0.25 0.37 1.33 ‐3.18 ‐0.34 0.31 0.69 ‐2.67

3 ‐0.30 0.40 1.38 ‐3.18 ‐0.26 0.27 0.78 ‐2.32 ‐0.22 0.30 1.11 ‐2.60 ‐0.43 0.28 0.69 ‐3.00

4 ‐0.31 0.30 0.79 ‐2.82 ‐0.10 0.28 1.30 ‐1.73 ‐0.21 0.25 0.66 ‐2.53 ‐0.38 0.22 0.38 ‐3.04

5 ‐0.34 0.27 0.49 ‐2.18 ‐0.16 0.22 0.90 ‐1.80 ‐0.21 0.22 0.52 ‐1.89 ‐0.40 0.22 0.25 ‐2.62

6 ‐0.25 0.24 0.59 ‐2.75 ‐0.09 0.21 0.90 ‐1.70 ‐0.11 0.20 0.74 ‐1.80 ‐0.29 0.19 0.41 ‐2.11

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.13 0.17 0.62 ‐1.90 ‐0.08 0.16 0.61 ‐1.55 ‐0.02 0.15 0.63 ‐1.18 ‐0.24 0.17 0.44 ‐1.80

9 ‐1.37 0.94 2.46 ‐7.99 ‐0.97 0.83 3.04 ‐5.69 ‐0.56 0.63 2.69 ‐6.18 ‐1.08 0.46 0.75 ‐4.30

10 ‐1.00 0.67 0.99 ‐5.80 ‐0.85 0.54 0.88 ‐4.10 ‐0.60 0.48 1.47 ‐4.19 ‐0.98 0.42 0.26 ‐4.24

11 ‐0.72 0.49 0.81 ‐3.99 ‐0.47 0.39 1.04 ‐3.17 ‐0.51 0.38 1.01 ‐2.94 ‐0.69 0.33 0.31 ‐3.40

12 ‐0.54 0.40 0.64 ‐2.91 ‐0.43 0.34 0.82 ‐3.28 ‐0.39 0.32 1.09 ‐2.66 ‐0.70 0.31 0.21 ‐3.35

13 ‐0.61 0.37 0.47 ‐3.03 ‐0.46 0.32 0.70 ‐2.64 ‐0.39 0.29 0.92 ‐2.29 ‐0.80 0.32 0.10 ‐3.14

14 ‐0.55 0.31 0.41 ‐2.64 ‐0.46 0.31 0.62 ‐2.66 ‐0.40 0.25 0.47 ‐2.33 ‐0.84 0.31 0.10 ‐2.99

15 ‐0.43 0.28 0.42 ‐2.84 ‐0.51 0.29 0.42 ‐2.55 ‐0.35 0.22 0.48 ‐1.84 ‐0.71 0.27 0.19 ‐2.89

16 ‐0.15 0.17 0.37 ‐1.60 ‐0.23 0.17 0.33 ‐1.76 ‐0.16 0.15 0.41 ‐1.21 ‐0.39 0.18 0.35 ‐1.81

17 ‐1.40 0.91 2.36 ‐6.93 ‐1.08 0.85 3.69 ‐6.13 ‐0.64 0.66 3.01 ‐6.85 ‐1.06 0.46 0.54 ‐4.34

18 ‐1.02 0.70 1.06 ‐5.11 0.00 0.00 0.00 0.00 ‐0.54 0.53 1.40 ‐3.80 0.00 0.00 0.00 0.00

19 ‐0.78 0.56 1.10 ‐3.76 ‐0.57 0.47 0.96 ‐3.38 ‐0.50 0.43 1.00 ‐3.01 ‐0.82 0.38 0.54 ‐3.83

20 ‐0.63 0.47 0.85 ‐3.75 ‐0.55 0.40 0.74 ‐3.24 ‐0.42 0.37 0.89 ‐2.48 ‐0.87 0.36 0.19 ‐3.56

21 ‐0.73 0.42 0.48 ‐3.34 ‐0.52 0.36 0.69 ‐3.02 ‐0.40 0.32 0.81 ‐2.64 ‐0.90 0.35 0.10 ‐3.39

22 ‐0.53 0.35 0.51 ‐2.84 ‐0.46 0.33 0.64 ‐2.89 ‐0.21 0.28 0.97 ‐2.38 ‐0.81 0.32 0.10 ‐3.14

23 ‐0.34 0.30 1.06 ‐2.24 ‐0.22 0.30 0.87 ‐1.95 0.06 0.29 1.40 ‐1.71 ‐0.49 0.29 0.63 ‐2.64

24 ‐0.29 0.21 0.46 ‐1.79 ‐0.31 0.21 0.50 ‐2.16 ‐0.09 0.19 0.68 ‐1.64 ‐0.59 0.25 0.27 ‐2.64

25 ‐1.63 1.01 1.72 ‐7.14 ‐1.40 1.00 2.79 ‐7.84 ‐0.84 0.70 2.41 ‐6.15 ‐1.26 0.51 0.71 ‐5.29

26 ‐1.26 0.78 0.87 ‐5.56 ‐1.08 0.65 0.77 ‐4.92 ‐0.84 0.55 1.13 ‐4.25 ‐1.15 0.45 0.28 ‐5.73

27 ‐0.99 0.58 0.82 ‐4.04 ‐0.80 0.51 0.60 ‐3.81 ‐0.65 0.46 0.87 ‐3.65 ‐1.00 0.39 0.19 ‐3.92

28 ‐0.83 0.49 0.84 ‐3.45 ‐0.67 0.43 0.61 ‐3.08 ‐0.51 0.38 0.87 ‐2.53 ‐0.97 0.37 0.17 ‐3.85

29 ‐0.83 0.45 0.71 ‐3.81 ‐0.66 0.41 0.89 ‐3.29 ‐0.51 0.34 0.73 ‐2.71 ‐1.07 0.38 0.03 ‐4.05

30 ‐0.79 0.41 0.46 ‐3.22 ‐0.68 0.38 0.58 ‐3.16 ‐0.48 0.31 0.53 ‐2.32 ‐1.09 0.37 0.02 ‐3.75

31 ‐0.61 0.34 0.37 ‐3.02 ‐0.55 0.31 0.39 ‐2.75 ‐0.45 0.27 0.42 ‐2.47 ‐0.88 0.31 0.02 ‐2.90

32 ‐0.28 0.19 0.34 ‐1.67 ‐0.34 0.20 0.33 ‐2.22 ‐0.18 0.16 0.43 ‐1.68 ‐0.62 0.27 0.36 ‐3.41

33 ‐1.39 0.96 1.92 ‐7.59 ‐1.34 0.84 1.90 ‐5.79 ‐0.81 0.77 3.13 ‐5.86 ‐1.20 0.47 0.60 ‐4.29

34 ‐1.22 0.75 0.95 ‐5.52 ‐0.96 0.70 0.96 ‐4.72 ‐0.63 0.65 1.75 ‐5.05 ‐0.99 0.44 0.41 ‐4.36

35 ‐1.10 0.62 1.29 ‐4.44 ‐0.86 0.57 1.15 ‐4.17 ‐0.62 0.50 1.12 ‐3.47 ‐1.07 0.42 0.41 ‐4.18

36 ‐0.85 0.52 1.18 ‐3.91 ‐0.82 0.49 0.60 ‐3.68 ‐0.53 0.41 0.86 ‐2.83 ‐1.16 0.40 0.07 ‐4.28

37 ‐0.80 0.47 0.78 ‐3.66 ‐0.75 0.44 0.59 ‐3.13 ‐0.51 0.36 0.66 ‐2.80 ‐1.17 0.40 0.05 ‐4.25

38 ‐0.74 0.41 0.50 ‐3.04 ‐0.60 0.38 0.57 ‐2.88 ‐0.39 0.30 0.68 ‐2.41 ‐1.05 0.36 0.15 ‐3.25

39 ‐0.53 0.33 0.66 ‐2.58 ‐0.42 0.33 0.80 ‐2.69 ‐0.10 0.28 1.32 ‐1.92 ‐0.77 0.32 0.39 ‐2.90

40 ‐0.42 0.23 0.28 ‐1.84 ‐0.44 0.23 0.30 ‐2.30 ‐0.18 0.19 0.62 ‐1.51 ‐0.74 0.29 0.30 ‐2.95

41 ‐1.51 0.97 2.14 ‐7.33 ‐1.57 0.93 2.01 ‐6.11 ‐0.87 0.80 2.75 ‐7.49 ‐1.40 0.52 0.27 ‐4.90

42 ‐1.40 0.79 0.78 ‐5.92 ‐1.33 0.76 0.74 ‐5.67 ‐0.96 0.60 1.12 ‐4.39 ‐1.35 0.49 0.18 ‐5.68

43 ‐0.96 0.63 0.93 ‐4.55 ‐1.02 0.59 0.61 ‐4.18 ‐0.71 0.48 0.84 ‐3.42 ‐1.23 0.44 0.16 ‐5.14

44 ‐0.93 0.54 0.67 ‐3.96 ‐0.91 0.51 0.59 ‐3.48 ‐0.63 0.41 0.65 ‐3.16 ‐1.26 0.42 0.04 ‐4.37

45 ‐0.96 0.51 0.60 ‐4.08 ‐0.87 0.48 0.40 ‐3.38 ‐0.65 0.38 0.63 ‐3.15 ‐1.35 0.43 0.01 ‐5.01

46 ‐0.76 0.43 0.42 ‐3.25 0.00 0.00 0.00 0.00 ‐0.58 0.34 0.59 ‐2.88 0.00 0.00 0.00 0.00

47 ‐0.67 0.34 0.27 ‐3.08 ‐0.68 0.33 0.23 ‐2.82 ‐0.56 0.30 0.38 ‐2.43 ‐1.08 0.34 ‐0.03 ‐3.42

48 ‐0.45 0.22 0.24 ‐1.94 ‐0.41 0.22 0.28 ‐2.12 ‐0.31 0.18 0.28 ‐1.70 ‐0.68 0.27 0.21 ‐2.88

49 ‐1.50 0.92 2.17 ‐7.26 ‐1.57 0.94 2.02 ‐6.74 ‐0.88 0.86 3.87 ‐6.88 ‐1.44 0.52 0.38 ‐4.88

50 ‐1.20 0.77 1.21 ‐5.45 ‐1.17 0.76 0.83 ‐5.37 ‐0.52 0.66 1.64 ‐4.53 ‐1.20 0.47 0.43 ‐4.68

51 ‐1.14 0.64 1.13 ‐4.73 ‐1.01 0.63 0.93 ‐4.22 ‐0.54 0.51 1.22 ‐3.53 ‐1.29 0.46 0.38 ‐4.15

52 ‐1.11 0.54 0.51 ‐3.95 ‐0.95 0.53 0.61 ‐3.72 ‐0.61 0.41 0.78 ‐3.02 ‐1.39 0.45 0.07 ‐4.24

53 ‐0.92 0.48 0.58 ‐4.16 ‐0.84 0.47 0.47 ‐4.00 ‐0.55 0.36 0.70 ‐3.01 ‐1.43 0.44 0.01 ‐4.00

54 ‐0.83 0.41 0.41 ‐3.34 ‐0.79 0.41 0.29 ‐3.16 ‐0.45 0.31 0.68 ‐2.32 ‐1.34 0.42 ‐0.05 ‐3.91

55 ‐0.61 0.33 0.51 ‐2.79 ‐0.56 0.33 0.53 ‐2.70 ‐0.26 0.28 1.01 ‐2.06 ‐0.97 0.36 0.25 ‐3.13

56 ‐0.40 0.21 0.28 ‐1.78 ‐0.44 0.23 0.41 ‐2.53 ‐0.25 0.19 0.52 ‐1.61 ‐0.82 0.33 0.26 ‐3.58

57 ‐1.58 0.97 1.58 ‐7.84 ‐1.59 0.96 2.02 ‐7.43 ‐0.96 0.86 2.53 ‐6.74 ‐1.57 0.57 0.22 ‐5.43

58 ‐1.39 0.79 1.07 ‐6.28 ‐1.33 0.81 0.78 ‐5.46 ‐0.97 0.61 0.83 ‐5.10 ‐1.54 0.53 0.02 ‐5.16

59 ‐1.16 0.62 0.69 ‐4.73 ‐1.05 0.64 0.61 ‐4.46 ‐0.78 0.49 0.86 ‐3.69 ‐1.47 0.48 0.17 ‐5.09

60 ‐1.00 0.53 0.70 ‐4.25 ‐0.98 0.54 0.65 ‐3.91 ‐0.68 0.42 0.85 ‐3.32 ‐1.51 0.47 ‐0.07 ‐4.39

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.54 0.41 0.75 ‐2.99 ‐0.84 0.41 0.39 ‐3.34 ‐0.58 0.35 0.59 ‐3.14 ‐1.48 0.45 ‐0.03 ‐4.05

63 ‐0.71 0.33 0.29 ‐2.78 ‐0.67 0.34 0.33 ‐3.08 ‐0.55 0.30 0.40 ‐2.57 ‐1.15 0.37 ‐0.05 ‐3.17

64 ‐0.36 0.21 0.24 ‐1.76 ‐0.41 0.22 0.29 ‐2.21 ‐0.30 0.19 0.38 ‐1.98 ‐0.65 0.28 0.23 ‐3.38

Table D16 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 150o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.83 0.77 2.42 ‐7.10 ‐0.68 0.70 2.49 ‐8.64 ‐0.45 0.68 2.81 ‐6.41 ‐1.02 0.48 0.71 ‐6.10

2 ‐0.32 0.46 1.26 ‐3.47 ‐0.39 0.39 1.20 ‐3.57 ‐0.28 0.40 1.61 ‐3.99 ‐0.58 0.39 0.66 ‐3.51

3 ‐0.31 0.37 0.97 ‐3.31 ‐0.30 0.28 0.77 ‐2.78 ‐0.26 0.35 1.08 ‐3.15 ‐0.64 0.34 0.47 ‐3.46

4 ‐0.29 0.29 0.64 ‐2.70 ‐0.25 0.29 0.92 ‐3.05 ‐0.25 0.29 0.91 ‐2.88 ‐0.53 0.29 0.37 ‐3.00

5 ‐0.28 0.25 0.58 ‐2.27 ‐0.20 0.23 0.73 ‐2.27 ‐0.24 0.25 0.77 ‐3.04 ‐0.53 0.27 0.25 ‐2.80

6 ‐0.17 0.24 0.59 ‐2.11 ‐0.10 0.21 0.75 ‐1.93 ‐0.15 0.22 0.62 ‐2.83 ‐0.38 0.23 0.45 ‐2.03

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.06 0.18 0.72 ‐1.46 ‐0.08 0.16 0.56 ‐1.31 ‐0.06 0.16 0.57 ‐1.91 ‐0.27 0.18 0.36 ‐1.75

9 ‐1.25 0.87 2.12 ‐7.42 ‐0.87 0.73 3.22 ‐7.13 ‐0.46 0.73 3.31 ‐5.21 ‐1.32 0.53 0.36 ‐4.83

10 ‐0.97 0.60 1.00 ‐5.06 ‐0.79 0.49 1.25 ‐5.35 ‐0.47 0.52 1.77 ‐4.50 ‐1.16 0.49 0.13 ‐4.66

11 ‐0.70 0.44 0.57 ‐3.83 ‐0.55 0.38 0.93 ‐4.65 ‐0.48 0.43 1.08 ‐3.99 ‐0.87 0.39 0.33 ‐3.66

12 ‐0.54 0.36 0.73 ‐2.97 ‐0.46 0.32 0.77 ‐4.08 ‐0.41 0.37 1.09 ‐4.04 ‐0.89 0.38 0.22 ‐3.51

13 ‐0.53 0.33 0.47 ‐2.66 ‐0.46 0.30 0.73 ‐3.68 ‐0.41 0.32 0.90 ‐2.85 ‐0.98 0.39 0.01 ‐3.44

14 ‐0.53 0.29 0.38 ‐2.31 ‐0.48 0.29 0.54 ‐2.79 ‐0.38 0.28 0.60 ‐2.72 ‐1.00 0.38 0.02 ‐3.44

15 ‐0.48 0.26 0.34 ‐2.26 ‐0.51 0.27 0.46 ‐2.71 ‐0.34 0.24 0.58 ‐3.41 ‐0.84 0.32 0.14 ‐2.88

16 ‐0.23 0.16 0.35 ‐1.89 ‐0.23 0.16 0.36 ‐1.46 ‐0.16 0.17 0.50 ‐1.80 ‐0.44 0.19 0.36 ‐2.19

17 ‐1.39 0.88 2.65 ‐7.31 ‐0.89 0.73 3.08 ‐8.33 ‐0.53 0.72 3.45 ‐7.03 ‐1.31 0.54 0.63 ‐4.61

18 ‐0.94 0.66 0.96 ‐4.99 0.00 0.00 0.00 0.00 ‐0.48 0.54 2.00 ‐3.95 0.00 0.00 0.00 0.00

19 ‐0.80 0.52 0.90 ‐3.64 ‐0.59 0.43 1.24 ‐3.90 ‐0.50 0.46 1.53 ‐3.84 ‐1.04 0.45 0.52 ‐4.19

20 ‐0.71 0.43 0.66 ‐3.03 ‐0.53 0.36 0.76 ‐3.30 ‐0.47 0.40 1.26 ‐2.88 ‐1.07 0.43 0.16 ‐3.94

21 ‐0.66 0.38 0.55 ‐3.17 ‐0.48 0.33 0.82 ‐2.69 ‐0.49 0.35 1.05 ‐2.90 ‐1.08 0.43 0.04 ‐3.96

22 ‐0.49 0.33 0.66 ‐2.65 ‐0.36 0.29 0.77 ‐2.48 ‐0.33 0.30 0.93 ‐2.92 ‐0.97 0.39 0.10 ‐3.43

23 ‐0.20 0.32 1.16 ‐2.00 ‐0.10 0.30 1.17 ‐1.93 ‐0.11 0.28 1.36 ‐2.65 ‐0.63 0.34 0.58 ‐2.54

24 ‐0.27 0.21 0.50 ‐1.70 ‐0.24 0.21 0.45 ‐1.94 ‐0.17 0.21 0.66 ‐2.08 ‐0.62 0.25 0.20 ‐3.15

25 ‐1.77 0.97 1.73 ‐8.11 ‐1.09 0.78 2.04 ‐6.49 ‐0.66 0.74 2.70 ‐6.34 ‐1.46 0.57 0.67 ‐4.70

26 ‐1.41 0.74 0.76 ‐6.00 ‐0.97 0.54 1.18 ‐4.47 ‐0.71 0.60 1.67 ‐5.30 ‐1.32 0.51 0.05 ‐4.75

27 ‐1.04 0.56 0.65 ‐4.35 ‐0.75 0.44 0.87 ‐3.50 ‐0.70 0.50 1.27 ‐3.57 ‐1.19 0.46 0.23 ‐3.96

28 ‐0.87 0.46 0.72 ‐3.52 ‐0.61 0.38 0.86 ‐2.83 ‐0.62 0.42 1.16 ‐3.51 ‐1.17 0.44 0.15 ‐4.11

29 ‐0.86 0.43 0.48 ‐3.17 ‐0.60 0.36 0.68 ‐2.70 ‐0.62 0.38 0.94 ‐2.81 ‐1.24 0.46 0.00 ‐4.50

30 ‐0.82 0.39 0.31 ‐3.12 ‐0.62 0.34 0.55 ‐2.72 ‐0.58 0.34 0.73 ‐2.63 ‐1.24 0.45 ‐0.09 ‐3.86

31 ‐0.71 0.34 0.26 ‐3.15 ‐0.58 0.30 0.52 ‐2.67 ‐0.50 0.29 0.50 ‐2.40 ‐1.02 0.37 0.14 ‐3.56

32 ‐0.33 0.19 0.28 ‐1.82 ‐0.34 0.20 0.28 ‐2.31 ‐0.23 0.19 0.54 ‐1.85 ‐0.63 0.24 0.14 ‐3.48

33 ‐1.77 0.97 2.18 ‐7.70 ‐1.13 0.78 2.36 ‐8.18 ‐0.69 0.75 3.53 ‐6.99 ‐1.41 0.54 0.31 ‐4.59

34 ‐1.31 0.76 0.84 ‐5.76 ‐0.81 0.60 1.11 ‐4.36 ‐0.72 0.61 1.53 ‐5.10 ‐1.20 0.50 0.37 ‐4.79

35 ‐1.15 0.62 0.83 ‐4.47 ‐0.74 0.48 0.92 ‐3.37 ‐0.76 0.51 1.27 ‐3.79 ‐1.24 0.48 0.37 ‐4.64

36 ‐1.01 0.52 0.59 ‐4.15 ‐0.72 0.42 0.63 ‐3.35 ‐0.68 0.44 1.07 ‐3.81 ‐1.32 0.47 0.06 ‐4.57

37 ‐0.96 0.47 0.52 ‐3.77 ‐0.64 0.38 0.68 ‐3.00 ‐0.66 0.39 0.91 ‐3.25 ‐1.33 0.48 ‐0.10 ‐5.05

38 ‐0.82 0.41 0.41 ‐3.53 ‐0.46 0.34 0.65 ‐2.71 ‐0.55 0.34 0.72 ‐2.69 ‐1.20 0.44 0.02 ‐4.17

39 ‐0.50 0.34 0.88 ‐2.36 ‐0.26 0.31 1.12 ‐2.08 ‐0.27 0.30 1.02 ‐2.40 ‐0.92 0.37 0.36 ‐3.25

40 ‐0.46 0.24 0.27 ‐2.25 ‐0.31 0.23 0.52 ‐2.18 ‐0.31 0.24 0.58 ‐2.12 ‐0.76 0.27 0.16 ‐3.19

41 ‐1.95 0.99 1.62 ‐8.02 ‐1.40 0.86 2.07 ‐6.96 ‐0.83 0.76 3.92 ‐6.87 ‐1.56 0.58 0.16 ‐5.58

42 ‐1.69 0.82 0.58 ‐6.59 ‐1.24 0.65 0.73 ‐5.18 ‐0.95 0.64 1.62 ‐6.10 ‐1.47 0.54 0.14 ‐6.64

43 ‐1.34 0.66 0.60 ‐5.44 ‐0.96 0.51 0.66 ‐3.93 ‐0.87 0.53 1.47 ‐4.05 ‐1.37 0.49 0.30 ‐4.87

44 ‐1.17 0.56 0.35 ‐4.22 ‐0.84 0.45 0.54 ‐3.48 ‐0.82 0.46 1.15 ‐4.10 ‐1.39 0.49 0.10 ‐5.17

45 ‐1.15 0.53 0.36 ‐4.21 ‐0.83 0.42 0.45 ‐3.52 ‐0.81 0.43 0.77 ‐3.38 ‐1.45 0.50 0.08 ‐5.20

46 ‐1.01 0.46 0.33 ‐3.71 0.00 0.00 0.00 0.00 ‐0.71 0.38 0.69 ‐3.30 0.00 0.00 0.00 0.00

47 ‐0.85 0.39 0.25 ‐3.09 ‐0.70 0.34 0.29 ‐3.09 ‐0.65 0.33 0.48 ‐2.85 ‐1.14 0.38 0.09 ‐3.53

48 ‐0.52 0.24 0.19 ‐2.44 ‐0.41 0.22 0.45 ‐1.97 ‐0.39 0.22 0.28 ‐2.08 ‐0.73 0.26 0.17 ‐2.81

49 ‐2.00 0.96 2.10 ‐8.31 ‐1.52 0.91 2.73 ‐7.28 ‐0.93 0.77 4.62 ‐6.42 ‐1.58 0.58 0.30 ‐6.23

50 ‐1.62 0.82 1.02 ‐5.76 ‐1.04 0.67 1.05 ‐5.09 ‐0.86 0.63 1.65 ‐4.58 ‐1.36 0.52 0.41 ‐5.35

51 ‐1.42 0.70 0.76 ‐4.89 ‐0.96 0.56 0.79 ‐4.32 ‐0.87 0.53 1.25 ‐4.00 ‐1.41 0.51 0.17 ‐5.08

52 ‐1.30 0.60 0.40 ‐4.34 ‐0.90 0.48 0.61 ‐3.83 ‐0.84 0.46 0.87 ‐3.93 ‐1.48 0.51 0.04 ‐5.47

53 ‐1.17 0.54 0.39 ‐4.07 ‐0.82 0.44 0.51 ‐3.32 ‐0.74 0.41 0.77 ‐3.42 ‐1.49 0.51 0.13 ‐5.24

54 ‐1.01 0.46 0.43 ‐3.50 ‐0.70 0.39 0.59 ‐3.10 ‐0.60 0.35 0.89 ‐2.76 ‐1.40 0.48 0.02 ‐4.84

55 ‐0.76 0.37 0.60 ‐3.08 ‐0.46 0.34 0.92 ‐2.63 ‐0.37 0.31 0.87 ‐2.78 ‐1.05 0.39 0.32 ‐4.07

56 ‐0.53 0.26 0.17 ‐2.42 ‐0.41 0.25 0.46 ‐2.32 ‐0.33 0.24 0.45 ‐2.19 ‐0.80 0.29 0.32 ‐3.38

57 ‐2.11 1.03 1.86 ‐7.95 ‐1.70 0.93 2.35 ‐7.21 ‐1.01 0.79 3.35 ‐5.82 ‐1.69 0.60 0.27 ‐6.04

58 ‐1.83 0.89 0.84 ‐6.83 ‐1.46 0.77 0.68 ‐6.05 ‐1.13 0.65 1.39 ‐4.53 ‐1.60 0.55 0.09 ‐5.83

59 ‐1.50 0.72 0.60 ‐4.67 ‐1.16 0.61 0.70 ‐4.37 ‐1.02 0.54 0.96 ‐4.36 ‐1.53 0.51 0.05 ‐4.98

60 ‐1.32 0.62 0.41 ‐4.39 ‐1.03 0.52 0.46 ‐3.72 ‐0.86 0.46 0.83 ‐3.61 ‐1.55 0.51 0.05 ‐4.60

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐1.06 0.50 0.36 ‐3.88 ‐0.90 0.44 0.30 ‐3.72 ‐0.63 0.37 0.59 ‐3.22 ‐1.51 0.48 ‐0.06 ‐4.73

63 ‐0.86 0.40 0.23 ‐3.29 ‐0.75 0.36 0.31 ‐2.92 ‐0.63 0.32 0.45 ‐2.81 ‐1.22 0.39 0.15 ‐4.16

64 ‐0.52 0.24 0.12 ‐2.10 ‐0.41 0.21 0.28 ‐1.92 ‐0.33 0.20 0.43 ‐1.75 ‐0.72 0.27 0.34 ‐3.41

Table D17 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 160o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.14 1.00 2.14 ‐8.15 ‐0.97 0.96 2.44 ‐8.09 ‐0.60 0.85 2.83 ‐7.04 ‐1.31 0.57 0.31 ‐7.04

2 ‐0.59 0.51 1.05 ‐4.58 ‐0.53 0.46 0.89 ‐4.35 ‐0.33 0.43 1.40 ‐3.17 ‐0.86 0.47 0.59 ‐4.09

3 ‐0.52 0.44 0.78 ‐3.79 ‐0.41 0.35 0.73 ‐3.19 ‐0.32 0.38 1.01 ‐3.20 ‐0.87 0.41 0.36 ‐3.46

4 ‐0.46 0.38 0.68 ‐3.65 ‐0.35 0.34 1.02 ‐2.87 ‐0.29 0.33 0.88 ‐2.83 ‐0.75 0.37 0.31 ‐3.02

5 ‐0.41 0.34 0.54 ‐3.51 ‐0.30 0.28 0.70 ‐2.85 ‐0.28 0.28 0.89 ‐2.75 ‐0.72 0.34 0.25 ‐3.27

6 ‐0.30 0.34 0.66 ‐2.82 ‐0.23 0.27 0.82 ‐3.04 ‐0.23 0.26 0.69 ‐2.43 ‐0.54 0.30 0.53 ‐2.43

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.15 0.22 0.66 ‐1.65 ‐0.15 0.19 0.66 ‐1.83 ‐0.13 0.18 0.75 ‐2.28 ‐0.35 0.20 0.41 ‐1.84

9 ‐1.21 0.90 2.23 ‐7.87 ‐0.97 0.89 2.42 ‐8.27 ‐0.47 0.81 3.73 ‐6.33 ‐1.54 0.60 0.37 ‐5.36

10 ‐0.98 0.63 0.80 ‐5.23 ‐0.76 0.57 1.19 ‐5.44 ‐0.42 0.56 1.91 ‐4.53 ‐1.35 0.53 0.07 ‐5.10

11 ‐0.77 0.48 0.71 ‐4.08 ‐0.57 0.45 1.05 ‐3.76 ‐0.45 0.46 1.36 ‐3.86 ‐1.08 0.46 0.29 ‐4.43

12 ‐0.62 0.41 0.60 ‐3.50 ‐0.51 0.39 0.85 ‐3.45 ‐0.41 0.40 1.10 ‐3.28 ‐1.12 0.45 0.25 ‐3.93

13 ‐0.58 0.36 0.43 ‐3.68 ‐0.49 0.36 0.72 ‐3.17 ‐0.40 0.35 0.91 ‐3.29 ‐1.20 0.46 0.10 ‐3.91

14 ‐0.55 0.31 0.41 ‐3.00 ‐0.48 0.33 0.57 ‐3.74 ‐0.36 0.30 0.66 ‐2.85 ‐1.19 0.44 0.01 ‐3.98

15 ‐0.48 0.26 0.43 ‐2.54 ‐0.44 0.29 0.62 ‐3.18 ‐0.30 0.26 0.57 ‐3.03 ‐0.99 0.36 ‐0.04 ‐3.42

16 ‐0.24 0.17 0.27 ‐1.70 ‐0.25 0.20 0.45 ‐2.55 ‐0.15 0.19 0.54 ‐2.11 ‐0.53 0.23 0.21 ‐2.41

17 ‐1.19 0.86 2.48 ‐6.94 ‐0.92 0.83 3.27 ‐6.93 ‐0.44 0.75 3.77 ‐6.06 ‐1.53 0.60 0.49 ‐5.32

18 ‐0.96 0.64 0.85 ‐4.85 0.00 0.00 0.00 0.00 ‐0.42 0.57 1.71 ‐4.14 0.00 0.00 0.00 0.00

19 ‐0.82 0.51 1.02 ‐3.93 ‐0.65 0.47 0.97 ‐5.91 ‐0.44 0.50 1.46 ‐3.78 ‐1.26 0.50 0.32 ‐4.46

20 ‐0.72 0.44 0.62 ‐3.89 ‐0.58 0.41 0.92 ‐4.06 ‐0.41 0.44 1.31 ‐3.55 ‐1.28 0.49 0.01 ‐4.40

21 ‐0.67 0.39 0.50 ‐3.71 ‐0.54 0.38 0.95 ‐3.43 ‐0.46 0.39 1.10 ‐3.45 ‐1.29 0.48 ‐0.01 ‐4.57

22 ‐0.51 0.36 0.62 ‐3.24 ‐0.45 0.35 0.77 ‐3.21 ‐0.35 0.33 0.84 ‐3.41 ‐1.18 0.46 0.02 ‐4.24

23 ‐0.24 0.37 1.22 ‐2.88 ‐0.26 0.34 0.92 ‐2.61 ‐0.23 0.29 0.83 ‐3.35 ‐0.82 0.39 0.57 ‐3.25

24 ‐0.27 0.22 0.62 ‐1.88 ‐0.29 0.24 0.54 ‐2.13 ‐0.21 0.22 0.58 ‐2.33 ‐0.71 0.26 0.14 ‐3.91

25 ‐1.30 0.85 2.02 ‐7.11 ‐0.94 0.81 3.57 ‐7.03 ‐0.48 0.72 3.38 ‐6.54 ‐1.63 0.61 0.16 ‐5.96

26 ‐1.15 0.63 0.79 ‐4.96 ‐0.83 0.56 1.08 ‐5.40 ‐0.50 0.60 1.71 ‐4.37 ‐1.46 0.53 0.04 ‐5.04

27 ‐0.94 0.50 0.80 ‐3.98 ‐0.71 0.46 0.92 ‐4.28 ‐0.56 0.54 1.43 ‐3.42 ‐1.36 0.49 0.09 ‐4.44

28 ‐0.81 0.43 0.69 ‐3.33 ‐0.63 0.41 0.88 ‐3.69 ‐0.53 0.47 1.29 ‐3.30 ‐1.35 0.48 ‐0.05 ‐4.38

29 ‐0.78 0.40 0.47 ‐3.18 ‐0.61 0.38 0.82 ‐3.55 ‐0.54 0.41 1.05 ‐2.97 ‐1.42 0.50 ‐0.08 ‐4.67

30 ‐0.75 0.36 0.34 ‐3.03 ‐0.60 0.35 0.68 ‐2.98 ‐0.50 0.36 0.92 ‐2.54 ‐1.41 0.49 ‐0.06 ‐4.69

31 ‐0.66 0.31 0.32 ‐2.70 ‐0.53 0.31 0.54 ‐2.95 ‐0.40 0.30 0.54 ‐3.02 ‐1.15 0.39 ‐0.01 ‐3.54

32 ‐0.32 0.18 0.30 ‐2.23 ‐0.35 0.24 0.44 ‐2.25 ‐0.23 0.22 0.52 ‐2.26 ‐0.71 0.27 0.39 ‐3.56

33 ‐1.29 0.88 2.53 ‐7.96 ‐0.94 0.76 3.09 ‐7.13 ‐0.43 0.75 4.04 ‐6.63 ‐1.58 0.58 0.20 ‐5.89

34 ‐1.07 0.66 0.97 ‐5.40 ‐0.81 0.56 1.11 ‐4.83 ‐0.50 0.62 1.84 ‐4.15 ‐1.39 0.53 0.22 ‐4.70

35 ‐0.97 0.53 0.75 ‐4.32 ‐0.72 0.47 0.97 ‐3.76 ‐0.59 0.55 1.35 ‐3.73 ‐1.39 0.49 0.15 ‐4.88

36 ‐0.85 0.45 0.63 ‐3.82 ‐0.70 0.42 0.83 ‐3.63 ‐0.55 0.49 1.24 ‐3.40 ‐1.47 0.50 ‐0.13 ‐4.50

37 ‐0.80 0.41 0.62 ‐3.56 ‐0.64 0.39 0.87 ‐3.34 ‐0.55 0.43 1.00 ‐3.06 ‐1.49 0.51 ‐0.11 ‐4.68

38 ‐0.68 0.37 0.49 ‐2.96 ‐0.52 0.36 0.81 ‐3.07 ‐0.49 0.36 0.80 ‐2.86 ‐1.37 0.48 0.01 ‐4.15

39 ‐0.38 0.36 1.16 ‐3.00 ‐0.35 0.34 0.91 ‐2.83 ‐0.34 0.29 0.77 ‐2.80 ‐1.07 0.40 0.16 ‐3.70

40 ‐0.39 0.24 0.41 ‐2.25 ‐0.37 0.26 0.56 ‐2.59 ‐0.32 0.26 0.47 ‐2.41 ‐0.84 0.27 0.09 ‐3.19

41 ‐1.44 0.91 2.46 ‐9.15 ‐1.00 0.77 2.80 ‐7.60 ‐0.50 0.76 3.73 ‐8.00 ‐1.67 0.60 ‐0.01 ‐5.26

42 ‐1.33 0.69 1.01 ‐6.37 ‐0.96 0.58 1.26 ‐4.94 ‐0.64 0.65 1.79 ‐5.11 ‐1.56 0.54 0.02 ‐4.88

43 ‐1.09 0.55 0.70 ‐4.46 ‐0.83 0.49 0.80 ‐3.69 ‐0.64 0.59 1.50 ‐3.73 ‐1.48 0.50 0.11 ‐4.79

44 ‐0.97 0.47 0.57 ‐3.77 ‐0.76 0.44 0.70 ‐3.38 ‐0.66 0.51 1.21 ‐3.62 ‐1.51 0.51 0.08 ‐4.87

45 ‐0.94 0.45 0.49 ‐3.95 ‐0.74 0.41 0.74 ‐3.60 ‐0.67 0.46 0.98 ‐3.59 ‐1.56 0.52 ‐0.10 ‐4.26

46 ‐0.85 0.40 0.40 ‐3.87 0.00 0.00 0.00 0.00 ‐0.58 0.40 0.76 ‐3.19 0.00 0.00 0.00 0.00

47 ‐0.78 0.35 0.33 ‐2.91 ‐0.64 0.35 0.54 ‐3.13 ‐0.50 0.33 0.62 ‐2.94 ‐1.25 0.40 0.03 ‐3.86

48 ‐0.46 0.23 0.32 ‐2.28 ‐0.42 0.25 0.46 ‐2.23 ‐0.35 0.25 0.52 ‐2.17 ‐0.81 0.28 0.16 ‐3.29

49 ‐1.56 0.93 1.85 ‐8.31 ‐1.07 0.80 3.40 ‐7.03 ‐0.56 0.78 3.16 ‐7.02 ‐1.67 0.59 0.21 ‐5.22

50 ‐1.24 0.72 1.07 ‐6.54 ‐0.89 0.59 1.09 ‐4.89 ‐0.59 0.66 1.98 ‐5.77 ‐1.47 0.53 0.22 ‐4.86

51 ‐1.13 0.59 0.80 ‐5.23 ‐0.84 0.50 0.88 ‐4.13 ‐0.69 0.58 1.54 ‐4.07 ‐1.49 0.52 0.08 ‐4.58

52 ‐1.06 0.51 0.49 ‐4.66 ‐0.79 0.44 0.73 ‐4.00 ‐0.72 0.50 1.10 ‐3.48 ‐1.57 0.52 ‐0.02 ‐4.80

53 ‐0.95 0.47 0.58 ‐4.17 ‐0.71 0.42 0.62 ‐4.15 ‐0.65 0.45 1.10 ‐3.06 ‐1.59 0.53 ‐0.12 ‐4.79

54 ‐0.81 0.41 0.67 ‐3.34 ‐0.61 0.38 0.63 ‐3.67 ‐0.57 0.39 0.84 ‐2.74 ‐1.53 0.51 ‐0.13 ‐4.60

55 ‐0.56 0.35 0.79 ‐2.69 ‐0.39 0.34 1.13 ‐3.08 ‐0.40 0.31 0.74 ‐2.54 ‐1.17 0.41 0.22 ‐4.36

56 ‐0.47 0.25 0.31 ‐2.53 ‐0.38 0.28 0.59 ‐3.06 ‐0.35 0.27 0.54 ‐2.23 ‐0.83 0.29 0.26 ‐3.86

57 ‐1.77 1.00 2.15 ‐7.97 ‐1.17 0.83 2.51 ‐6.98 ‐0.63 0.76 3.40 ‐6.06 ‐1.71 0.59 0.48 ‐6.20

58 ‐1.58 0.80 0.71 ‐6.42 ‐1.08 0.63 1.15 ‐5.05 ‐0.82 0.69 1.93 ‐4.54 ‐1.61 0.54 0.25 ‐5.73

59 ‐1.29 0.64 0.86 ‐5.04 ‐0.94 0.52 0.74 ‐3.91 ‐0.85 0.60 1.44 ‐4.95 ‐1.56 0.51 0.33 ‐4.29

60 ‐1.14 0.55 0.73 ‐4.62 ‐0.85 0.46 0.70 ‐3.67 ‐0.76 0.51 1.24 ‐3.51 ‐1.61 0.52 0.28 ‐4.51

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.95 0.45 0.45 ‐3.92 ‐0.77 0.41 0.58 ‐3.94 ‐0.54 0.41 0.93 ‐3.03 ‐1.58 0.50 ‐0.14 ‐4.83

63 ‐0.84 0.39 0.27 ‐3.33 ‐0.68 0.36 0.64 ‐3.80 ‐0.57 0.36 0.60 ‐3.86 ‐1.28 0.42 0.12 ‐3.77

64 ‐0.49 0.24 0.22 ‐2.22 ‐0.40 0.24 0.39 ‐2.66 ‐0.34 0.26 0.54 ‐2.68 ‐0.77 0.28 0.23 ‐3.38

Table D18 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 170o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐2.04 1.36 1.69 ‐9.78 ‐1.70 1.25 1.98 ‐9.01 ‐1.34 1.21 2.73 ‐8.29 ‐1.75 0.68 0.30 ‐7.13

2 ‐0.86 0.54 0.75 ‐4.30 ‐0.70 0.50 0.99 ‐4.10 ‐0.52 0.47 1.18 ‐4.63 ‐1.28 0.55 0.31 ‐4.49

3 ‐0.78 0.47 0.65 ‐3.86 ‐0.57 0.38 0.91 ‐3.17 ‐0.48 0.45 0.91 ‐3.95 ‐1.21 0.49 0.10 ‐4.34

4 ‐0.76 0.46 0.49 ‐3.68 ‐0.47 0.37 0.87 ‐2.90 ‐0.45 0.39 0.88 ‐3.30 ‐1.07 0.44 0.15 ‐3.64

5 ‐0.71 0.43 0.46 ‐3.30 ‐0.44 0.32 0.57 ‐2.42 ‐0.40 0.34 0.67 ‐3.03 ‐1.01 0.41 0.19 ‐3.30

6 ‐0.69 0.49 0.44 ‐3.93 ‐0.40 0.30 0.67 ‐2.23 ‐0.39 0.32 0.53 ‐2.73 ‐0.79 0.36 0.27 ‐2.93

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.38 0.27 0.39 ‐2.01 ‐0.27 0.20 0.41 ‐1.85 ‐0.21 0.19 0.53 ‐2.35 ‐0.49 0.22 0.32 ‐2.12

9 ‐1.93 1.10 2.06 ‐7.95 ‐1.60 1.08 2.82 ‐7.37 ‐0.89 1.00 3.31 ‐6.21 ‐1.91 0.66 0.15 ‐5.74

10 ‐1.40 0.88 1.00 ‐7.52 ‐1.04 0.75 1.27 ‐5.65 ‐0.56 0.60 1.89 ‐4.36 ‐1.65 0.58 0.01 ‐5.41

11 ‐1.01 0.61 0.98 ‐4.96 ‐0.69 0.53 0.92 ‐4.25 ‐0.49 0.45 1.31 ‐3.42 ‐1.41 0.52 0.23 ‐4.96

12 ‐0.84 0.49 0.79 ‐3.92 ‐0.66 0.45 0.68 ‐3.74 ‐0.45 0.39 1.30 ‐3.48 ‐1.46 0.51 0.03 ‐4.23

13 ‐0.79 0.44 0.39 ‐3.55 ‐0.64 0.42 0.64 ‐3.54 ‐0.43 0.34 0.76 ‐3.16 ‐1.51 0.51 ‐0.10 ‐4.28

14 ‐0.74 0.38 0.42 ‐2.85 ‐0.61 0.40 0.50 ‐3.57 ‐0.39 0.30 0.69 ‐2.90 ‐1.47 0.49 ‐0.06 ‐4.35

15 ‐0.57 0.32 0.45 ‐2.71 ‐0.49 0.32 0.47 ‐3.25 ‐0.31 0.26 0.67 ‐2.68 ‐1.17 0.39 ‐0.04 ‐4.26

16 ‐0.31 0.20 0.36 ‐1.95 ‐0.32 0.23 0.48 ‐2.33 ‐0.15 0.18 0.62 ‐1.79 ‐0.66 0.26 0.36 ‐2.64

17 ‐1.86 1.09 2.52 ‐8.38 ‐1.52 1.10 2.77 ‐9.22 ‐0.73 0.94 3.57 ‐5.93 ‐1.90 0.66 0.36 ‐5.95

18 ‐1.47 0.85 0.86 ‐6.30 0.00 0.00 0.00 0.00 ‐0.63 0.62 1.87 ‐4.36 0.00 0.00 0.00 0.00

19 ‐1.14 0.65 0.81 ‐4.86 ‐0.85 0.57 0.82 ‐4.68 ‐0.56 0.50 1.34 ‐3.96 ‐1.60 0.55 0.14 ‐4.72

20 ‐0.99 0.56 0.69 ‐4.51 ‐0.76 0.50 0.84 ‐4.22 ‐0.49 0.44 1.08 ‐3.09 ‐1.61 0.54 ‐0.12 ‐4.40

21 ‐0.92 0.51 0.58 ‐4.07 ‐0.72 0.46 0.67 ‐3.92 ‐0.52 0.39 0.92 ‐4.17 ‐1.62 0.54 ‐0.14 ‐4.40

22 ‐0.80 0.46 0.45 ‐3.95 ‐0.68 0.43 0.67 ‐3.76 ‐0.43 0.35 0.90 ‐3.14 ‐1.50 0.50 ‐0.12 ‐4.05

23 ‐0.58 0.38 0.75 ‐3.33 ‐0.53 0.37 0.73 ‐3.61 ‐0.34 0.30 0.72 ‐2.68 ‐1.11 0.42 0.14 ‐3.15

24 ‐0.39 0.23 0.35 ‐1.97 ‐0.37 0.24 0.49 ‐2.41 ‐0.23 0.21 0.54 ‐1.86 ‐0.84 0.27 ‐0.03 ‐3.00

25 ‐1.68 1.04 1.71 ‐8.93 ‐1.32 1.04 2.70 ‐8.03 ‐0.62 0.81 3.38 ‐6.85 ‐1.89 0.65 0.15 ‐5.91

26 ‐1.36 0.80 0.84 ‐6.94 ‐0.94 0.69 1.11 ‐6.33 ‐0.58 0.62 2.17 ‐4.52 ‐1.68 0.57 0.03 ‐5.17

27 ‐1.14 0.63 0.71 ‐5.40 ‐0.81 0.56 0.80 ‐4.83 ‐0.63 0.55 1.44 ‐3.94 ‐1.61 0.54 0.02 ‐5.13

28 ‐1.02 0.55 0.59 ‐4.59 ‐0.74 0.50 0.78 ‐4.02 ‐0.60 0.48 1.30 ‐4.12 ‐1.63 0.54 ‐0.08 ‐5.54

29 ‐0.95 0.50 0.48 ‐4.38 ‐0.70 0.46 0.86 ‐3.89 ‐0.59 0.43 1.03 ‐3.25 ‐1.69 0.55 ‐0.18 ‐4.77

30 ‐0.87 0.45 0.29 ‐4.01 ‐0.64 0.41 0.70 ‐4.53 ‐0.55 0.37 0.79 ‐3.47 ‐1.64 0.51 ‐0.26 ‐4.26

31 ‐0.71 0.38 0.25 ‐3.54 ‐0.53 0.35 0.52 ‐3.94 ‐0.42 0.32 0.60 ‐3.37 ‐1.32 0.42 ‐0.10 ‐3.50

32 ‐0.42 0.25 0.26 ‐2.28 ‐0.40 0.27 0.44 ‐2.89 ‐0.25 0.23 0.57 ‐2.46 ‐0.84 0.29 0.16 ‐3.41

33 ‐1.51 1.01 2.82 ‐7.78 ‐1.14 0.94 2.84 ‐8.69 ‐0.46 0.77 3.64 ‐6.08 ‐1.81 0.63 0.28 ‐5.38

34 ‐1.34 0.77 0.79 ‐6.33 ‐0.97 0.67 1.18 ‐4.94 ‐0.59 0.64 1.90 ‐4.25 ‐1.66 0.59 0.03 ‐5.53

35 ‐1.16 0.61 0.65 ‐4.98 ‐0.79 0.53 1.25 ‐4.28 ‐0.67 0.57 1.70 ‐4.14 ‐1.60 0.54 0.03 ‐5.19

36 ‐0.99 0.53 0.75 ‐4.75 ‐0.77 0.49 1.08 ‐4.56 ‐0.61 0.51 1.50 ‐3.48 ‐1.69 0.55 ‐0.11 ‐5.14

37 ‐0.96 0.50 0.48 ‐4.78 ‐0.73 0.46 1.10 ‐4.43 ‐0.60 0.45 1.19 ‐3.31 ‐1.71 0.56 ‐0.22 ‐4.80

38 ‐0.87 0.46 0.34 ‐5.11 ‐0.66 0.43 1.02 ‐3.45 ‐0.55 0.39 0.96 ‐3.26 ‐1.60 0.52 ‐0.18 ‐4.56

39 ‐0.69 0.42 0.90 ‐4.64 ‐0.56 0.38 0.67 ‐3.24 ‐0.45 0.32 0.71 ‐3.09 ‐1.28 0.43 ‐0.02 ‐3.54

40 ‐0.49 0.27 0.29 ‐2.95 ‐0.41 0.27 0.45 ‐2.45 ‐0.34 0.26 0.47 ‐2.37 ‐0.92 0.28 0.18 ‐3.58

41 ‐1.33 0.89 2.38 ‐8.28 ‐0.99 0.84 3.55 ‐6.15 ‐0.46 0.75 3.71 ‐6.05 ‐1.80 0.63 0.17 ‐5.92

42 ‐1.24 0.69 0.98 ‐5.83 ‐0.88 0.63 1.31 ‐5.28 ‐0.58 0.65 2.03 ‐4.74 ‐1.66 0.57 0.03 ‐5.31

43 ‐1.07 0.57 0.75 ‐4.72 ‐0.80 0.53 1.05 ‐4.14 ‐0.60 0.59 1.62 ‐3.70 ‐1.62 0.55 0.06 ‐5.33

44 ‐1.00 0.51 0.62 ‐4.56 ‐0.75 0.47 0.88 ‐3.89 ‐0.65 0.53 1.28 ‐3.30 ‐1.67 0.55 ‐0.06 ‐5.31

45 ‐0.97 0.48 0.55 ‐4.36 ‐0.72 0.45 0.95 ‐3.90 ‐0.66 0.48 1.17 ‐3.46 ‐1.70 0.55 ‐0.13 ‐5.29

46 ‐0.86 0.43 0.48 ‐4.13 0.00 0.00 0.00 0.00 ‐0.55 0.40 0.98 ‐3.15 0.00 0.00 0.00 0.00

47 ‐0.72 0.35 0.35 ‐3.02 ‐0.55 0.35 0.74 ‐3.03 ‐0.45 0.33 0.66 ‐3.18 ‐1.34 0.42 ‐0.04 ‐3.87

48 ‐0.52 0.26 0.24 ‐2.55 ‐0.43 0.29 0.69 ‐2.55 ‐0.36 0.27 0.54 ‐2.23 ‐0.89 0.29 0.23 ‐3.70

49 ‐1.30 0.86 1.73 ‐7.31 ‐0.96 0.81 3.48 ‐6.50 ‐0.44 0.77 4.35 ‐5.90 ‐1.79 0.63 0.63 ‐5.07

50 ‐1.20 0.68 0.91 ‐5.68 ‐0.89 0.61 1.52 ‐5.01 ‐0.51 0.66 2.54 ‐4.62 ‐1.62 0.56 0.19 ‐5.37

51 ‐1.07 0.56 0.65 ‐4.42 ‐0.81 0.52 0.86 ‐4.38 ‐0.63 0.59 1.77 ‐3.33 ‐1.59 0.54 0.10 ‐5.15

52 ‐1.01 0.49 0.54 ‐4.17 ‐0.75 0.47 0.87 ‐3.96 ‐0.67 0.52 1.29 ‐3.39 ‐1.66 0.54 0.00 ‐5.21

53 ‐0.93 0.46 0.51 ‐4.62 ‐0.70 0.44 0.94 ‐3.95 ‐0.61 0.47 1.21 ‐3.44 ‐1.69 0.56 ‐0.02 ‐5.30

54 ‐0.86 0.42 0.57 ‐3.98 ‐0.67 0.42 0.92 ‐3.66 ‐0.56 0.40 0.92 ‐3.92 ‐1.67 0.54 ‐0.17 ‐5.02

55 ‐0.68 0.38 0.65 ‐3.18 ‐0.55 0.38 0.89 ‐4.00 ‐0.43 0.32 0.73 ‐3.00 ‐1.30 0.43 0.04 ‐3.79

56 ‐0.44 0.23 0.26 ‐2.05 ‐0.43 0.30 0.65 ‐2.84 ‐0.32 0.27 0.58 ‐2.23 ‐0.87 0.29 0.10 ‐3.67

57 ‐1.24 0.80 1.98 ‐7.57 ‐0.90 0.77 3.04 ‐6.04 ‐0.46 0.76 3.69 ‐5.46 ‐1.75 0.62 0.37 ‐5.31

58 ‐1.20 0.64 0.78 ‐7.29 ‐0.85 0.59 1.65 ‐4.55 ‐0.60 0.68 2.31 ‐4.43 ‐1.63 0.56 0.18 ‐5.63

59 ‐1.07 0.54 0.69 ‐5.28 ‐0.80 0.51 1.07 ‐3.55 ‐0.68 0.60 1.67 ‐3.67 ‐1.60 0.54 0.03 ‐4.87

60 ‐0.97 0.48 0.69 ‐4.37 ‐0.74 0.46 1.08 ‐3.71 ‐0.64 0.52 1.33 ‐3.48 ‐1.66 0.54 0.08 ‐5.01

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.79 0.41 0.51 ‐3.52 ‐0.66 0.41 0.79 ‐3.72 ‐0.39 0.39 1.14 ‐2.70 ‐1.62 0.53 0.04 ‐4.94

63 ‐0.71 0.35 0.43 ‐3.03 ‐0.56 0.36 0.65 ‐3.25 ‐0.47 0.33 0.72 ‐3.48 ‐1.32 0.43 ‐0.06 ‐3.96

64 ‐0.47 0.24 0.32 ‐1.98 ‐0.44 0.30 0.68 ‐2.84 ‐0.33 0.28 0.71 ‐2.70 ‐0.82 0.28 0.32 ‐3.71

Table D19 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 180o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐2.38 1.55 1.18 ‐9.53 ‐2.40 1.48 1.61 ‐10.80 ‐2.33 1.45 1.58 ‐9.24 ‐2.28 0.89 0.06 ‐9.53

2 ‐0.95 0.54 0.80 ‐5.40 ‐0.82 0.50 0.82 ‐4.11 ‐0.88 0.64 1.01 ‐4.59 ‐1.73 0.65 0.14 ‐5.48

3 ‐1.00 0.53 0.56 ‐4.72 ‐0.77 0.42 0.60 ‐4.49 ‐0.85 0.68 0.68 ‐5.43 ‐1.53 0.54 0.05 ‐4.58

4 ‐0.97 0.49 0.35 ‐4.07 ‐0.69 0.46 0.62 ‐4.39 ‐0.77 0.56 0.86 ‐4.32 ‐1.38 0.53 0.00 ‐4.47

5 ‐0.90 0.45 0.29 ‐4.23 ‐0.60 0.37 0.60 ‐3.46 ‐0.68 0.46 0.81 ‐3.51 ‐1.25 0.48 0.07 ‐3.77

6 ‐0.83 0.50 0.40 ‐4.87 ‐0.53 0.34 0.66 ‐2.99 ‐0.62 0.40 0.60 ‐3.40 ‐1.01 0.42 0.17 ‐3.20

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.47 0.27 0.40 ‐2.24 ‐0.37 0.22 0.47 ‐1.96 ‐0.31 0.20 0.46 ‐2.04 ‐0.57 0.24 0.41 ‐2.04

9 ‐2.51 1.17 1.27 ‐8.46 ‐2.20 1.04 1.90 ‐7.47 ‐1.58 0.99 2.81 ‐6.48 ‐2.30 0.77 0.05 ‐6.56

10 ‐1.80 1.02 0.70 ‐6.58 ‐1.51 0.86 0.73 ‐6.59 ‐0.94 0.73 1.12 ‐4.93 ‐2.02 0.67 ‐0.09 ‐6.23

11 ‐1.15 0.63 0.79 ‐4.81 ‐0.90 0.57 0.99 ‐4.33 ‐0.60 0.46 1.11 ‐3.37 ‐1.77 0.60 0.10 ‐5.04

12 ‐0.94 0.46 0.37 ‐3.92 ‐0.83 0.46 0.53 ‐3.31 ‐0.51 0.35 0.98 ‐3.06 ‐1.74 0.56 ‐0.11 ‐4.64

13 ‐0.90 0.40 0.47 ‐3.38 ‐0.81 0.43 0.46 ‐3.21 ‐0.49 0.31 1.05 ‐2.63 ‐1.68 0.54 ‐0.19 ‐4.60

14 ‐0.89 0.37 0.17 ‐2.91 ‐0.80 0.41 0.46 ‐3.21 ‐0.49 0.29 0.54 ‐2.37 ‐1.53 0.51 ‐0.04 ‐4.38

15 ‐0.70 0.31 0.30 ‐2.49 ‐0.64 0.33 0.39 ‐2.90 ‐0.38 0.26 0.55 ‐2.44 ‐1.17 0.41 0.00 ‐3.75

16 ‐0.38 0.19 0.28 ‐1.86 ‐0.38 0.22 0.34 ‐2.33 ‐0.19 0.19 0.54 ‐2.36 ‐0.69 0.27 0.25 ‐2.59

17 ‐2.60 1.08 1.19 ‐8.51 ‐2.34 1.06 2.22 ‐8.84 ‐1.46 1.12 3.00 ‐7.62 ‐2.23 0.75 0.02 ‐6.31

18 ‐2.02 0.94 0.38 ‐6.47 0.00 0.00 0.00 0.00 ‐1.02 0.70 1.24 ‐4.84 0.00 0.00 0.00 0.00

19 ‐1.50 0.73 0.24 ‐4.97 ‐1.26 0.68 0.79 ‐4.98 ‐0.74 0.48 0.93 ‐4.34 ‐1.91 0.61 ‐0.09 ‐5.22

20 ‐1.25 0.60 0.37 ‐4.33 ‐1.09 0.57 0.61 ‐4.51 ‐0.60 0.41 0.85 ‐3.62 ‐1.88 0.58 0.03 ‐4.97

21 ‐1.10 0.51 0.31 ‐3.99 ‐0.99 0.51 0.47 ‐3.95 ‐0.60 0.36 0.71 ‐3.26 ‐1.84 0.57 ‐0.11 ‐5.06

22 ‐0.92 0.44 0.35 ‐3.76 ‐0.90 0.46 0.46 ‐3.69 ‐0.50 0.33 0.69 ‐3.47 ‐1.67 0.54 ‐0.11 ‐4.51

23 ‐0.66 0.35 0.53 ‐2.78 ‐0.68 0.36 0.37 ‐2.95 ‐0.40 0.27 0.62 ‐3.45 ‐1.23 0.43 0.10 ‐3.50

24 ‐0.46 0.22 0.29 ‐1.99 ‐0.46 0.24 0.29 ‐2.16 ‐0.25 0.18 0.48 ‐2.12 ‐0.85 0.29 0.26 ‐3.10

25 ‐2.43 1.02 1.55 ‐9.24 ‐2.12 1.07 2.33 ‐9.77 ‐1.10 0.99 2.86 ‐6.42 ‐2.09 0.71 0.11 ‐7.48

26 ‐2.00 0.91 0.52 ‐7.13 ‐1.49 0.84 1.15 ‐5.85 ‐0.84 0.66 1.60 ‐5.22 ‐1.87 0.61 ‐0.09 ‐5.97

27 ‐1.61 0.75 0.53 ‐5.58 ‐1.24 0.68 0.71 ‐4.80 ‐0.79 0.53 1.05 ‐4.91 ‐1.84 0.59 ‐0.07 ‐5.41

28 ‐1.39 0.65 0.25 ‐4.84 ‐1.11 0.59 0.79 ‐4.38 ‐0.72 0.45 0.88 ‐4.24 ‐1.85 0.58 ‐0.08 ‐5.66

29 ‐1.24 0.57 0.33 ‐4.75 ‐1.01 0.54 0.86 ‐4.48 ‐0.67 0.40 0.79 ‐3.54 ‐1.87 0.58 ‐0.17 ‐5.82

30 ‐1.09 0.48 0.21 ‐4.11 ‐0.88 0.46 0.47 ‐5.76 ‐0.60 0.35 0.61 ‐3.21 ‐1.76 0.54 ‐0.23 ‐5.27

31 ‐0.88 0.40 0.27 ‐3.46 ‐0.68 0.37 0.45 ‐3.13 ‐0.46 0.30 0.60 ‐3.26 ‐1.40 0.44 ‐0.15 ‐3.94

32 ‐0.49 0.24 0.26 ‐2.40 ‐0.47 0.26 0.25 ‐2.94 ‐0.26 0.20 0.38 ‐2.22 ‐0.91 0.31 0.08 ‐2.96

33 ‐2.37 1.07 1.88 ‐8.24 ‐1.99 1.18 2.95 ‐8.39 ‐0.84 0.93 3.89 ‐7.03 ‐1.96 0.66 0.19 ‐5.90

34 ‐2.04 0.92 0.54 ‐7.99 ‐1.53 0.84 1.02 ‐5.87 ‐0.92 0.68 2.05 ‐4.52 ‐1.85 0.62 ‐0.13 ‐5.98

35 ‐1.63 0.73 0.41 ‐5.36 ‐1.10 0.63 1.15 ‐5.30 ‐0.90 0.56 1.64 ‐4.36 ‐1.75 0.56 ‐0.01 ‐5.74

36 ‐1.35 0.62 0.52 ‐4.43 ‐1.09 0.57 0.66 ‐4.80 ‐0.75 0.48 1.04 ‐4.10 ‐1.84 0.57 ‐0.08 ‐6.59

37 ‐1.30 0.58 0.30 ‐4.56 ‐1.02 0.53 0.71 ‐4.34 ‐0.70 0.44 0.94 ‐3.92 ‐1.86 0.58 ‐0.11 ‐6.60

38 ‐1.15 0.51 0.28 ‐4.09 ‐0.92 0.48 0.64 ‐4.13 ‐0.64 0.39 0.69 ‐3.99 ‐1.74 0.54 ‐0.10 ‐4.91

39 ‐0.91 0.42 0.45 ‐3.13 ‐0.75 0.39 0.46 ‐3.23 ‐0.55 0.33 0.53 ‐3.36 ‐1.38 0.44 ‐0.04 ‐3.90

40 ‐0.58 0.27 0.18 ‐2.15 ‐0.45 0.24 0.40 ‐2.09 ‐0.34 0.23 0.36 ‐2.77 ‐0.95 0.28 0.11 ‐3.03

41 ‐2.04 1.03 2.67 ‐8.46 ‐1.57 1.02 2.43 ‐7.00 ‐0.75 0.82 3.93 ‐6.02 ‐1.85 0.64 0.34 ‐6.17

42 ‐1.78 0.87 0.79 ‐7.22 ‐1.24 0.76 1.02 ‐5.53 ‐0.84 0.67 1.70 ‐4.70 ‐1.71 0.57 0.06 ‐5.81

43 ‐1.46 0.72 0.80 ‐6.43 ‐1.06 0.62 0.79 ‐4.62 ‐0.78 0.59 1.49 ‐4.65 ‐1.71 0.56 ‐0.03 ‐5.38

44 ‐1.33 0.61 0.46 ‐4.72 ‐0.98 0.54 0.76 ‐4.42 ‐0.79 0.51 1.37 ‐3.70 ‐1.77 0.57 ‐0.19 ‐6.98

45 ‐1.25 0.57 0.36 ‐4.65 ‐0.91 0.50 0.67 ‐4.47 ‐0.78 0.47 1.27 ‐3.54 ‐1.78 0.57 ‐0.27 ‐6.50

46 ‐1.05 0.48 0.39 ‐3.75 0.00 0.00 0.00 0.00 ‐0.62 0.40 0.96 ‐3.25 0.00 0.00 0.00 0.00

47 ‐0.81 0.38 0.30 ‐3.32 ‐0.60 0.35 0.55 ‐3.40 ‐0.50 0.32 0.58 ‐3.24 ‐1.36 0.42 ‐0.08 ‐3.83

48 ‐0.62 0.29 0.18 ‐2.39 ‐0.48 0.27 0.47 ‐2.45 ‐0.39 0.25 0.44 ‐2.37 ‐0.91 0.29 0.25 ‐2.93

49 ‐1.97 1.05 1.95 ‐8.22 ‐1.42 0.98 3.03 ‐8.29 ‐0.66 0.80 3.57 ‐6.53 ‐1.81 0.63 0.20 ‐5.65

50 ‐1.72 0.85 0.67 ‐6.70 ‐1.27 0.73 1.24 ‐6.92 ‐0.76 0.69 1.90 ‐4.70 ‐1.69 0.57 0.01 ‐6.24

51 ‐1.41 0.68 0.59 ‐5.19 ‐1.05 0.58 0.95 ‐4.66 ‐0.84 0.60 1.36 ‐4.25 ‐1.64 0.54 0.00 ‐5.18

52 ‐1.30 0.59 0.54 ‐5.02 ‐0.95 0.51 0.66 ‐4.25 ‐0.84 0.52 1.34 ‐3.83 ‐1.71 0.54 ‐0.10 ‐5.38

53 ‐1.16 0.53 0.39 ‐4.30 ‐0.86 0.47 0.66 ‐3.80 ‐0.74 0.47 1.16 ‐3.40 ‐1.73 0.56 ‐0.17 ‐6.06

54 ‐1.09 0.48 0.44 ‐3.78 ‐0.86 0.45 0.51 ‐3.88 ‐0.69 0.42 0.91 ‐3.13 ‐1.72 0.55 ‐0.03 ‐5.35

55 ‐0.89 0.40 0.30 ‐3.06 ‐0.75 0.39 0.59 ‐3.74 ‐0.55 0.34 0.64 ‐2.97 ‐1.33 0.43 0.01 ‐3.95

56 ‐0.47 0.23 0.30 ‐1.97 ‐0.44 0.26 0.56 ‐3.24 ‐0.31 0.24 0.48 ‐2.42 ‐0.85 0.28 0.22 ‐3.00

57 ‐1.66 0.95 2.49 ‐8.27 ‐1.16 0.86 2.88 ‐8.46 ‐0.62 0.75 3.95 ‐5.78 ‐1.71 0.60 0.25 ‐5.79

58 ‐1.46 0.77 0.75 ‐6.37 ‐1.02 0.65 1.69 ‐5.21 ‐0.74 0.67 1.81 ‐4.67 ‐1.59 0.53 0.05 ‐5.56

59 ‐1.29 0.64 0.65 ‐5.39 ‐0.94 0.55 1.09 ‐4.35 ‐0.79 0.59 1.29 ‐3.97 ‐1.58 0.52 ‐0.10 ‐4.74

60 ‐1.15 0.55 0.55 ‐4.46 ‐0.88 0.49 0.77 ‐4.26 ‐0.75 0.52 1.24 ‐3.39 ‐1.66 0.54 ‐0.13 ‐5.53

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.82 0.43 0.53 ‐3.84 ‐0.71 0.40 0.63 ‐3.06 ‐0.43 0.40 1.21 ‐2.96 ‐1.60 0.51 ‐0.25 ‐5.05

63 ‐0.72 0.36 0.45 ‐3.33 ‐0.54 0.34 0.65 ‐2.71 ‐0.52 0.33 0.94 ‐3.04 ‐1.29 0.42 ‐0.11 ‐4.14

64 ‐0.52 0.26 0.21 ‐2.50 ‐0.47 0.29 0.48 ‐3.03 ‐0.36 0.28 0.67 ‐2.47 ‐0.83 0.28 0.32 ‐3.18

Table D20 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 190o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.70 1.34 1.82 ‐10.34 ‐2.33 1.64 1.03 ‐10.89 ‐2.69 1.58 0.93 ‐10.57 ‐3.58 1.43 ‐0.37 ‐12.06

2 ‐1.14 0.78 0.93 ‐5.50 ‐1.02 0.62 0.64 ‐4.53 ‐1.38 0.83 0.70 ‐5.36 ‐1.97 0.63 ‐0.35 ‐5.22

3 ‐1.09 0.66 0.95 ‐5.40 ‐0.97 0.55 0.56 ‐4.32 ‐1.22 0.75 0.59 ‐5.24 ‐1.76 0.58 ‐0.22 ‐4.88

4 ‐0.97 0.55 0.65 ‐4.21 ‐0.93 0.58 0.98 ‐4.98 ‐1.02 0.61 0.66 ‐4.55 ‐1.70 0.62 ‐0.06 ‐5.19

5 ‐0.90 0.48 0.70 ‐4.05 ‐0.80 0.45 0.47 ‐4.29 ‐0.90 0.52 0.55 ‐4.06 ‐1.46 0.54 ‐0.06 ‐4.51

6 ‐0.73 0.44 0.47 ‐3.56 ‐0.65 0.40 0.70 ‐3.92 ‐0.73 0.45 0.47 ‐3.75 ‐1.23 0.49 0.18 ‐3.96

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.45 0.30 0.27 ‐3.14 ‐0.41 0.24 0.36 ‐2.38 ‐0.38 0.25 0.43 ‐2.80 ‐0.63 0.25 0.16 ‐2.19

9 ‐1.80 1.21 2.12 ‐9.36 ‐1.96 1.07 1.85 ‐7.34 ‐1.90 0.97 1.76 ‐7.02 ‐2.91 0.90 ‐0.33 ‐8.22

10 ‐1.29 0.79 1.25 ‐6.15 ‐1.46 0.81 0.82 ‐5.79 ‐1.40 0.84 0.78 ‐5.62 ‐2.64 0.82 ‐0.34 ‐7.44

11 ‐0.94 0.44 0.74 ‐3.85 ‐0.89 0.47 0.97 ‐3.40 ‐0.80 0.48 1.19 ‐3.29 ‐2.05 0.66 ‐0.06 ‐5.48

12 ‐0.84 0.37 0.50 ‐3.05 ‐0.84 0.39 0.48 ‐3.03 ‐0.69 0.38 0.72 ‐2.83 ‐1.72 0.58 ‐0.27 ‐4.88

13 ‐0.86 0.35 0.33 ‐2.68 ‐0.84 0.39 0.47 ‐3.08 ‐0.71 0.37 0.55 ‐3.07 ‐1.45 0.53 ‐0.14 ‐4.41

14 ‐0.87 0.34 0.22 ‐2.96 ‐0.86 0.39 0.40 ‐2.79 ‐0.72 0.35 0.38 ‐2.57 ‐1.28 0.47 0.16 ‐4.03

15 ‐0.72 0.30 0.39 ‐2.70 ‐0.75 0.34 0.38 ‐2.63 ‐0.59 0.31 0.60 ‐2.23 ‐0.98 0.37 0.32 ‐3.19

16 ‐0.39 0.19 0.52 ‐1.65 ‐0.43 0.23 0.43 ‐1.90 ‐0.29 0.21 0.64 ‐2.00 ‐0.60 0.25 0.27 ‐2.17

17 ‐2.09 1.28 2.19 ‐8.98 ‐2.23 1.13 1.87 ‐7.75 ‐2.01 0.99 1.99 ‐7.16 ‐2.70 0.82 ‐0.47 ‐7.21

18 ‐1.48 0.88 1.39 ‐6.28 0.00 0.00 0.00 0.00 ‐1.48 0.76 0.64 ‐4.92 0.00 0.00 0.00 0.00

19 ‐1.12 0.56 0.69 ‐4.49 ‐1.28 0.60 0.61 ‐4.57 ‐0.98 0.51 0.55 ‐3.51 ‐2.29 0.64 ‐0.50 ‐5.60

20 ‐0.95 0.42 0.45 ‐3.37 ‐1.08 0.49 0.36 ‐3.82 ‐0.75 0.40 0.63 ‐3.21 ‐2.06 0.62 ‐0.25 ‐5.32

21 ‐0.88 0.37 0.29 ‐3.15 ‐0.93 0.43 0.45 ‐3.32 ‐0.73 0.35 0.53 ‐2.43 ‐1.79 0.61 ‐0.12 ‐5.08

22 ‐0.75 0.33 0.32 ‐2.78 ‐0.84 0.39 0.32 ‐3.02 ‐0.62 0.33 0.48 ‐2.49 ‐1.48 0.55 ‐0.06 ‐4.21

23 ‐0.51 0.28 0.53 ‐2.05 ‐0.65 0.32 0.48 ‐2.31 ‐0.51 0.28 0.55 ‐2.39 ‐1.07 0.42 0.03 ‐3.59

24 ‐0.47 0.21 0.29 ‐1.55 ‐0.53 0.26 0.36 ‐2.03 ‐0.35 0.21 0.50 ‐1.60 ‐0.71 0.28 0.22 ‐2.64

25 ‐2.43 1.25 1.74 ‐8.84 ‐2.32 1.02 1.17 ‐7.67 ‐1.71 0.96 2.15 ‐6.37 ‐2.41 0.73 0.06 ‐7.37

26 ‐1.84 0.99 1.01 ‐6.54 ‐1.77 0.86 0.71 ‐5.83 ‐1.20 0.69 0.89 ‐4.55 ‐2.19 0.63 ‐0.08 ‐6.10

27 ‐1.41 0.72 0.94 ‐5.34 ‐1.45 0.69 0.51 ‐4.79 ‐1.03 0.55 1.08 ‐3.86 ‐2.18 0.63 ‐0.03 ‐5.29

28 ‐1.18 0.54 0.52 ‐4.42 ‐1.25 0.57 0.37 ‐4.14 ‐0.92 0.45 0.55 ‐3.30 ‐2.11 0.60 ‐0.12 ‐5.61

29 ‐1.07 0.44 0.36 ‐3.68 ‐1.13 0.50 0.24 ‐3.93 ‐0.82 0.39 0.38 ‐2.92 ‐1.98 0.59 ‐0.32 ‐4.84

30 ‐1.00 0.39 0.06 ‐3.58 ‐1.01 0.43 0.21 ‐3.38 ‐0.73 0.34 0.39 ‐2.59 ‐1.72 0.55 ‐0.20 ‐4.16

31 ‐0.83 0.33 0.11 ‐2.55 ‐0.79 0.35 0.41 ‐2.88 ‐0.57 0.29 0.33 ‐2.27 ‐1.30 0.46 ‐0.06 ‐3.63

32 ‐0.43 0.19 0.14 ‐1.61 ‐0.51 0.24 0.27 ‐2.15 ‐0.30 0.18 0.37 ‐2.04 ‐0.84 0.32 0.01 ‐2.61

33 ‐2.64 1.22 1.48 ‐9.29 ‐2.69 1.28 1.91 ‐9.44 ‐1.58 1.10 3.03 ‐8.39 ‐2.23 0.68 ‐0.09 ‐6.43

34 ‐2.14 1.04 0.37 ‐6.80 ‐1.93 0.89 0.42 ‐6.52 ‐1.36 0.71 1.31 ‐5.27 ‐2.14 0.66 ‐0.17 ‐7.32

35 ‐1.65 0.76 0.33 ‐5.51 ‐1.39 0.67 0.56 ‐4.76 ‐1.11 0.52 0.58 ‐4.09 ‐1.98 0.57 ‐0.15 ‐5.26

36 ‐1.34 0.62 0.44 ‐4.69 ‐1.37 0.60 0.26 ‐4.62 ‐0.87 0.44 0.64 ‐4.03 ‐2.04 0.57 ‐0.28 ‐5.23

37 ‐1.23 0.54 0.29 ‐4.08 ‐1.26 0.55 0.30 ‐4.42 ‐0.84 0.41 0.53 ‐3.83 ‐2.00 0.57 ‐0.40 ‐4.98

38 ‐1.05 0.45 0.19 ‐3.30 ‐1.10 0.48 0.26 ‐3.58 ‐0.76 0.36 0.62 ‐3.73 ‐1.79 0.52 ‐0.26 ‐4.28

39 ‐0.80 0.35 0.22 ‐2.54 ‐0.83 0.37 0.26 ‐2.89 ‐0.62 0.30 0.33 ‐3.34 ‐1.38 0.43 ‐0.13 ‐3.45

40 ‐0.57 0.24 0.20 ‐1.89 ‐0.53 0.24 0.21 ‐1.97 ‐0.36 0.19 0.32 ‐1.99 ‐0.88 0.29 0.05 ‐2.53

41 ‐2.46 1.07 1.85 ‐8.14 ‐2.31 1.02 2.06 ‐7.91 ‐1.31 0.96 3.35 ‐6.62 ‐2.01 0.64 0.12 ‐6.63

42 ‐2.16 0.98 0.66 ‐6.99 ‐1.83 0.88 0.63 ‐6.30 ‐1.16 0.66 1.16 ‐5.75 ‐1.85 0.59 0.21 ‐5.58

43 ‐1.73 0.83 0.65 ‐5.83 ‐1.41 0.70 0.99 ‐4.96 ‐0.92 0.53 0.83 ‐4.59 ‐1.86 0.57 ‐0.13 ‐5.32

44 ‐1.48 0.67 0.33 ‐4.98 ‐1.29 0.60 0.42 ‐4.11 ‐0.88 0.44 0.63 ‐4.16 ‐1.90 0.56 ‐0.21 ‐5.19

45 ‐1.36 0.60 0.33 ‐4.64 ‐1.18 0.54 0.30 ‐4.07 ‐0.86 0.42 0.54 ‐3.60 ‐1.88 0.55 ‐0.25 ‐5.10

46 ‐1.12 0.47 0.19 ‐3.89 0.00 0.00 0.00 0.00 ‐0.67 0.35 0.50 ‐3.08 0.00 0.00 0.00 0.00

47 ‐0.88 0.36 0.13 ‐3.18 ‐0.75 0.35 0.35 ‐2.69 ‐0.51 0.28 0.46 ‐2.65 ‐1.38 0.40 ‐0.07 ‐3.70

48 ‐0.60 0.25 0.08 ‐2.29 ‐0.53 0.24 0.26 ‐2.15 ‐0.40 0.21 0.32 ‐2.66 ‐0.94 0.30 0.02 ‐2.78

49 ‐2.52 1.05 2.46 ‐8.25 ‐2.23 1.03 1.48 ‐7.88 ‐1.25 0.92 3.00 ‐6.86 ‐1.91 0.63 0.30 ‐6.24

50 ‐2.19 0.95 0.36 ‐6.29 ‐1.88 0.85 0.50 ‐6.07 ‐1.21 0.68 1.36 ‐5.20 ‐1.84 0.59 ‐0.01 ‐5.92

51 ‐1.74 0.77 0.57 ‐5.58 ‐1.42 0.66 0.44 ‐4.62 ‐1.06 0.54 0.91 ‐4.48 ‐1.73 0.54 ‐0.02 ‐4.85

52 ‐1.58 0.67 0.66 ‐5.08 ‐1.24 0.57 0.51 ‐4.26 ‐1.00 0.46 0.65 ‐3.99 ‐1.78 0.53 ‐0.14 ‐5.39

53 ‐1.35 0.59 0.55 ‐4.52 ‐1.10 0.51 0.47 ‐3.79 ‐0.82 0.41 0.56 ‐3.55 ‐1.78 0.53 ‐0.23 ‐5.60

54 ‐1.18 0.50 0.32 ‐3.95 ‐1.05 0.47 0.31 ‐3.54 ‐0.77 0.37 0.52 ‐2.99 ‐1.76 0.51 ‐0.30 ‐4.88

55 ‐0.90 0.39 0.23 ‐2.94 ‐0.84 0.38 0.28 ‐2.90 ‐0.62 0.31 0.38 ‐2.45 ‐1.35 0.41 ‐0.15 ‐3.68

56 ‐0.50 0.21 0.18 ‐1.91 ‐0.47 0.23 0.27 ‐1.98 ‐0.27 0.18 0.35 ‐2.01 ‐0.83 0.27 0.13 ‐3.00

57 ‐2.16 0.91 1.28 ‐7.26 ‐1.72 0.91 2.40 ‐7.14 ‐1.14 0.82 2.60 ‐6.47 ‐1.73 0.58 0.73 ‐5.48

58 ‐1.95 0.85 0.78 ‐6.45 ‐1.42 0.74 0.88 ‐5.30 ‐1.10 0.66 1.31 ‐4.81 ‐1.59 0.53 0.20 ‐5.20

59 ‐1.71 0.75 0.66 ‐5.62 ‐1.26 0.63 0.74 ‐4.72 ‐1.02 0.55 1.21 ‐4.55 ‐1.61 0.52 0.08 ‐4.79

60 ‐1.48 0.65 0.48 ‐4.74 ‐1.15 0.54 0.55 ‐4.09 ‐0.90 0.47 0.93 ‐3.81 ‐1.68 0.52 ‐0.19 ‐4.71

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐1.00 0.47 0.55 ‐3.78 ‐0.85 0.41 0.49 ‐3.07 ‐0.44 0.36 0.93 ‐2.52 ‐1.58 0.47 ‐0.24 ‐4.12

63 ‐0.86 0.37 0.24 ‐3.36 ‐0.63 0.33 0.45 ‐2.39 ‐0.52 0.30 0.66 ‐2.74 ‐1.24 0.39 0.03 ‐3.55

64 ‐0.56 0.25 0.14 ‐2.44 ‐0.50 0.24 0.30 ‐2.07 ‐0.34 0.23 0.41 ‐2.34 ‐0.85 0.28 0.15 ‐3.63

Table D21 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 200o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐2.34 1.51 1.17 ‐10.20 ‐2.21 1.50 1.13 ‐11.76 ‐2.51 1.43 0.67 ‐10.16 ‐4.37 1.97 ‐0.27 ‐13.71

2 ‐1.74 0.97 0.87 ‐6.69 ‐1.32 0.71 0.58 ‐5.08 ‐1.82 0.90 0.45 ‐6.26 ‐1.83 0.58 ‐0.27 ‐5.23

3 ‐1.55 0.83 0.65 ‐5.83 ‐1.13 0.60 0.60 ‐4.03 ‐1.43 0.74 0.63 ‐5.69 ‐1.85 0.63 ‐0.13 ‐5.58

4 ‐1.33 0.68 0.47 ‐4.59 ‐1.06 0.59 0.68 ‐4.61 ‐1.20 0.62 0.65 ‐4.64 ‐1.69 0.61 ‐0.11 ‐5.41

5 ‐1.20 0.61 0.45 ‐4.46 ‐0.93 0.50 0.46 ‐4.12 ‐1.12 0.58 0.58 ‐4.62 ‐1.48 0.52 0.05 ‐4.42

6 ‐1.03 0.57 0.44 ‐4.34 ‐0.79 0.46 0.61 ‐3.92 ‐0.94 0.54 0.51 ‐4.64 ‐1.24 0.48 0.09 ‐4.18

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.61 0.38 0.34 ‐3.77 ‐0.44 0.29 0.42 ‐2.71 ‐0.51 0.37 0.37 ‐3.62 ‐0.61 0.27 0.31 ‐3.12

9 ‐1.66 1.02 1.37 ‐7.45 ‐1.53 0.97 1.64 ‐7.23 ‐1.80 1.06 1.26 ‐7.44 ‐3.97 1.28 ‐0.10 ‐10.02

10 ‐1.47 0.79 0.63 ‐6.42 ‐1.31 0.72 0.93 ‐6.03 ‐1.47 0.80 0.97 ‐5.75 ‐2.80 1.12 ‐0.01 ‐7.99

11 ‐1.11 0.48 0.63 ‐4.11 ‐0.93 0.47 0.89 ‐3.36 ‐1.06 0.51 0.74 ‐3.97 ‐1.49 0.66 0.19 ‐5.47

12 ‐0.96 0.41 0.51 ‐3.20 ‐0.85 0.41 0.47 ‐2.95 ‐0.94 0.45 0.47 ‐3.33 ‐1.30 0.46 0.01 ‐4.34

13 ‐0.93 0.40 0.49 ‐2.94 ‐0.82 0.39 0.45 ‐3.03 ‐0.96 0.44 0.50 ‐3.42 ‐1.15 0.41 0.04 ‐3.59

14 ‐0.88 0.35 0.37 ‐2.74 ‐0.77 0.36 0.48 ‐2.93 ‐0.87 0.39 0.29 ‐2.76 ‐1.08 0.41 0.17 ‐3.34

15 ‐0.68 0.29 0.55 ‐2.28 ‐0.63 0.32 0.55 ‐2.52 ‐0.65 0.32 0.40 ‐2.49 ‐0.87 0.35 0.22 ‐2.90

16 ‐0.41 0.21 0.45 ‐2.01 ‐0.39 0.22 0.49 ‐1.92 ‐0.30 0.22 0.59 ‐1.71 ‐0.57 0.25 0.35 ‐2.13

17 ‐1.44 0.83 1.59 ‐6.35 ‐1.37 0.86 1.87 ‐7.16 ‐1.63 0.86 1.24 ‐5.92 ‐3.21 0.98 ‐0.13 ‐8.33

18 ‐1.40 0.73 0.76 ‐5.38 0.00 0.00 0.00 0.00 ‐1.51 0.75 0.62 ‐4.81 0.00 0.00 0.00 0.00

19 ‐1.12 0.51 0.47 ‐4.21 ‐1.05 0.50 0.69 ‐4.26 ‐1.08 0.52 0.63 ‐3.61 ‐2.10 0.82 ‐0.30 ‐5.84

20 ‐0.90 0.39 0.41 ‐3.29 ‐0.89 0.40 0.42 ‐3.31 ‐0.83 0.42 0.51 ‐3.35 ‐1.55 0.67 ‐0.09 ‐4.89

21 ‐0.80 0.33 0.27 ‐2.85 ‐0.79 0.37 0.42 ‐3.10 ‐0.83 0.39 0.42 ‐3.46 ‐1.19 0.51 0.09 ‐4.68

22 ‐0.68 0.30 0.38 ‐2.52 ‐0.72 0.35 0.41 ‐3.05 ‐0.71 0.36 0.45 ‐3.18 ‐1.04 0.41 0.16 ‐4.05

23 ‐0.52 0.27 0.36 ‐2.07 ‐0.56 0.29 0.46 ‐2.47 ‐0.59 0.31 0.37 ‐2.83 ‐0.85 0.35 0.22 ‐3.10

24 ‐0.40 0.19 0.36 ‐1.61 ‐0.45 0.26 0.53 ‐2.26 ‐0.39 0.23 0.57 ‐2.26 ‐0.59 0.25 0.18 ‐1.99

25 ‐1.46 0.85 2.14 ‐7.54 ‐1.49 0.94 1.85 ‐7.62 ‐1.55 0.81 1.78 ‐6.27 ‐2.67 0.79 ‐0.27 ‐7.12

26 ‐1.31 0.66 0.94 ‐5.11 ‐1.25 0.70 1.04 ‐6.11 ‐1.28 0.67 1.06 ‐4.63 ‐2.67 0.81 ‐0.21 ‐8.12

27 ‐1.19 0.54 0.72 ‐4.40 ‐1.13 0.56 0.62 ‐4.39 ‐1.19 0.57 0.61 ‐4.14 ‐2.54 0.78 ‐0.23 ‐6.37

28 ‐1.03 0.44 0.51 ‐3.69 ‐0.99 0.45 0.37 ‐4.16 ‐1.01 0.46 0.50 ‐3.55 ‐1.98 0.74 ‐0.20 ‐5.77

29 ‐0.90 0.37 0.25 ‐3.41 ‐0.91 0.41 0.29 ‐3.46 ‐0.91 0.40 0.33 ‐3.31 ‐1.54 0.69 0.11 ‐5.14

30 ‐0.80 0.32 0.25 ‐2.89 ‐0.83 0.39 0.35 ‐3.16 ‐0.81 0.37 0.25 ‐3.31 ‐1.18 0.55 0.11 ‐4.16

31 ‐0.65 0.28 0.38 ‐2.29 ‐0.66 0.34 0.37 ‐2.78 ‐0.63 0.33 0.56 ‐2.68 ‐0.84 0.40 0.28 ‐3.35

32 ‐0.34 0.17 0.29 ‐1.57 ‐0.44 0.23 0.31 ‐2.17 ‐0.35 0.21 0.44 ‐1.63 ‐0.56 0.25 0.17 ‐2.41

33 ‐1.58 1.00 1.55 ‐7.28 ‐1.80 1.23 1.72 ‐8.87 ‐1.68 0.98 2.76 ‐7.15 ‐2.39 0.73 ‐0.14 ‐6.58

34 ‐1.39 0.75 0.63 ‐5.70 ‐1.37 0.78 0.76 ‐6.08 ‐1.47 0.73 1.13 ‐5.45 ‐2.42 0.72 ‐0.44 ‐6.76

35 ‐1.20 0.54 0.43 ‐4.56 ‐1.11 0.56 0.62 ‐4.19 ‐1.19 0.54 1.07 ‐4.36 ‐2.20 0.61 ‐0.20 ‐5.98

36 ‐1.01 0.45 0.34 ‐3.74 ‐1.09 0.50 0.37 ‐4.02 ‐0.97 0.46 0.48 ‐3.30 ‐2.17 0.64 ‐0.27 ‐5.49

37 ‐0.95 0.41 0.28 ‐3.49 ‐1.00 0.45 0.36 ‐3.67 ‐0.94 0.43 0.37 ‐3.43 ‐1.84 0.66 ‐0.21 ‐5.08

38 ‐0.81 0.35 0.30 ‐3.06 ‐0.87 0.40 0.35 ‐3.57 ‐0.84 0.39 0.34 ‐3.39 ‐1.40 0.59 0.05 ‐4.56

39 ‐0.61 0.28 0.29 ‐3.06 ‐0.68 0.34 0.29 ‐2.78 ‐0.68 0.33 0.25 ‐2.79 ‐0.99 0.44 0.14 ‐3.71

40 ‐0.43 0.20 0.19 ‐1.81 ‐0.48 0.25 0.30 ‐1.91 ‐0.42 0.23 0.33 ‐2.21 ‐0.60 0.27 0.29 ‐2.51

41 ‐1.63 0.98 1.92 ‐6.98 ‐1.93 1.16 1.52 ‐8.15 ‐1.46 0.92 3.42 ‐6.56 ‐2.09 0.65 ‐0.09 ‐5.94

42 ‐1.44 0.79 1.06 ‐6.01 ‐1.48 0.88 1.09 ‐6.39 ‐1.21 0.67 0.87 ‐5.96 ‐1.99 0.60 0.00 ‐6.10

43 ‐1.17 0.61 0.86 ‐4.78 ‐1.17 0.64 0.90 ‐4.78 ‐0.93 0.54 1.01 ‐4.09 ‐2.09 0.62 ‐0.12 ‐5.98

44 ‐1.06 0.49 0.34 ‐4.21 ‐1.09 0.55 0.47 ‐4.56 ‐0.92 0.46 0.74 ‐3.41 ‐2.10 0.60 ‐0.32 ‐5.45

45 ‐1.02 0.45 0.28 ‐3.63 ‐1.02 0.48 0.33 ‐3.74 ‐0.93 0.43 0.39 ‐3.31 ‐1.95 0.58 ‐0.36 ‐4.93

46 ‐0.86 0.38 0.26 ‐3.17 0.00 0.00 0.00 0.00 ‐0.75 0.36 0.42 ‐3.11 0.00 0.00 0.00 0.00

47 ‐0.70 0.31 0.21 ‐2.57 ‐0.72 0.33 0.31 ‐3.03 ‐0.58 0.29 0.32 ‐2.53 ‐1.16 0.46 0.16 ‐3.89

48 ‐0.47 0.21 0.11 ‐1.67 ‐0.49 0.24 0.25 ‐2.08 ‐0.45 0.22 0.33 ‐2.08 ‐0.74 0.32 0.18 ‐2.58

49 ‐1.82 1.10 1.47 ‐7.69 ‐2.12 1.17 1.64 ‐9.39 ‐1.49 0.99 3.15 ‐8.10 ‐1.98 0.63 0.08 ‐5.55

50 ‐1.52 0.86 0.97 ‐6.72 ‐1.68 0.92 0.81 ‐6.12 ‐1.27 0.69 0.88 ‐5.49 ‐1.97 0.59 ‐0.13 ‐5.67

51 ‐1.25 0.64 0.48 ‐5.55 ‐1.26 0.68 0.52 ‐4.75 ‐0.95 0.50 0.79 ‐3.99 ‐1.85 0.55 0.05 ‐5.28

52 ‐1.15 0.53 0.27 ‐4.41 ‐1.11 0.56 0.52 ‐4.14 ‐0.94 0.43 0.58 ‐3.80 ‐1.90 0.54 ‐0.10 ‐4.88

53 ‐1.00 0.46 0.50 ‐4.53 ‐1.00 0.50 0.41 ‐3.59 ‐0.80 0.40 0.46 ‐3.53 ‐1.84 0.53 ‐0.23 ‐4.58

54 ‐0.89 0.40 0.26 ‐3.56 ‐0.95 0.45 0.26 ‐3.60 ‐0.78 0.36 0.30 ‐3.02 ‐1.72 0.52 ‐0.24 ‐4.40

55 ‐0.68 0.32 0.21 ‐3.05 ‐0.74 0.35 0.33 ‐3.40 ‐0.61 0.30 0.31 ‐2.84 ‐1.25 0.41 ‐0.01 ‐3.57

56 ‐0.42 0.20 0.16 ‐1.84 ‐0.47 0.23 0.22 ‐2.17 ‐0.28 0.18 0.34 ‐1.66 ‐0.69 0.27 0.11 ‐2.30

57 ‐1.77 0.98 2.48 ‐7.48 ‐1.82 0.96 1.56 ‐7.23 ‐1.18 0.88 2.65 ‐6.97 ‐1.73 0.56 0.24 ‐5.49

58 ‐1.56 0.86 0.86 ‐6.00 ‐1.51 0.84 0.71 ‐6.29 ‐0.96 0.65 0.89 ‐4.99 ‐1.61 0.51 0.06 ‐4.88

59 ‐1.31 0.70 0.71 ‐5.02 ‐1.27 0.70 0.64 ‐5.03 ‐0.84 0.52 0.84 ‐4.81 ‐1.66 0.51 0.12 ‐4.87

60 ‐1.13 0.57 0.60 ‐4.36 ‐1.13 0.58 0.50 ‐4.58 ‐0.75 0.42 0.65 ‐3.47 ‐1.75 0.51 ‐0.07 ‐4.68

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.80 0.41 0.38 ‐3.36 ‐0.88 0.42 0.39 ‐3.48 ‐0.35 0.32 0.74 ‐2.34 ‐1.58 0.44 ‐0.16 ‐4.09

63 ‐0.74 0.33 0.27 ‐2.72 ‐0.69 0.33 0.27 ‐2.58 ‐0.49 0.27 0.50 ‐2.42 ‐1.22 0.38 0.02 ‐3.40

64 ‐0.45 0.22 0.26 ‐1.96 ‐0.48 0.23 0.22 ‐2.56 ‐0.32 0.19 0.40 ‐1.80 ‐0.88 0.31 ‐0.01 ‐2.92

Table D22 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 210o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐3.23 1.38 0.37 ‐11.17 ‐2.87 1.50 0.56 ‐11.92 ‐2.62 1.27 0.14 ‐9.89 ‐2.98 1.85 0.10 ‐14.44

2 ‐2.78 0.97 0.36 ‐7.13 ‐1.91 0.73 0.30 ‐5.36 ‐2.23 0.88 0.11 ‐6.62 ‐1.80 0.59 ‐0.21 ‐5.01

3 ‐2.38 0.80 0.36 ‐6.40 ‐1.67 0.67 0.34 ‐4.76 ‐1.77 0.70 0.12 ‐5.41 ‐1.84 0.62 ‐0.08 ‐5.13

4 ‐2.00 0.66 0.38 ‐5.46 ‐1.55 0.63 0.61 ‐4.59 ‐1.51 0.60 0.32 ‐4.73 ‐1.58 0.56 0.15 ‐4.98

5 ‐1.80 0.62 0.49 ‐4.88 ‐1.37 0.57 0.34 ‐4.98 ‐1.41 0.59 0.17 ‐4.76 ‐1.45 0.51 0.01 ‐4.17

6 ‐1.59 0.62 0.40 ‐5.24 ‐1.21 0.54 0.30 ‐4.27 ‐1.25 0.58 0.23 ‐4.84 ‐1.26 0.48 0.13 ‐4.13

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.90 0.43 0.31 ‐4.16 ‐0.66 0.36 0.35 ‐3.37 ‐0.71 0.44 0.37 ‐3.98 ‐0.64 0.30 0.31 ‐2.66

9 ‐2.80 1.29 0.35 ‐9.13 ‐2.38 1.26 0.77 ‐8.38 ‐2.35 1.30 0.81 ‐8.36 ‐4.32 1.41 ‐0.48 ‐10.87

10 ‐1.87 0.76 0.62 ‐6.10 ‐1.58 0.72 0.35 ‐5.89 ‐1.56 0.71 0.42 ‐5.57 ‐1.83 1.04 0.07 ‐8.24

11 ‐1.33 0.47 0.40 ‐3.93 ‐1.08 0.47 1.09 ‐3.70 ‐1.18 0.48 0.56 ‐3.93 ‐1.08 0.41 0.44 ‐4.79

12 ‐1.22 0.45 0.38 ‐3.33 ‐1.03 0.44 0.39 ‐3.50 ‐1.10 0.45 0.34 ‐3.45 ‐1.11 0.40 0.19 ‐3.40

13 ‐1.19 0.44 0.22 ‐3.25 ‐0.98 0.41 0.67 ‐3.41 ‐1.12 0.43 0.20 ‐3.79 ‐1.04 0.39 0.29 ‐3.50

14 ‐1.12 0.39 0.20 ‐2.85 ‐0.88 0.37 0.51 ‐2.97 ‐1.00 0.38 0.22 ‐3.15 ‐0.97 0.39 0.17 ‐3.84

15 ‐0.81 0.32 0.43 ‐2.42 ‐0.64 0.30 0.52 ‐2.38 ‐0.71 0.31 0.33 ‐2.63 ‐0.75 0.33 0.48 ‐2.99

16 ‐0.53 0.24 0.43 ‐1.83 ‐0.46 0.23 0.42 ‐2.66 ‐0.36 0.23 0.65 ‐2.06 ‐0.53 0.23 0.19 ‐2.16

17 ‐1.99 0.81 0.80 ‐5.91 ‐1.73 0.87 0.72 ‐5.96 ‐1.74 0.84 1.48 ‐5.66 ‐3.31 1.10 ‐0.55 ‐8.91

18 ‐1.96 0.74 0.22 ‐5.69 0.00 0.00 0.00 0.00 ‐1.69 0.75 0.51 ‐5.50 0.00 0.00 0.00 0.00

19 ‐1.29 0.49 0.21 ‐4.06 ‐1.16 0.48 0.22 ‐3.79 ‐1.10 0.47 0.41 ‐3.73 ‐1.33 0.67 0.05 ‐5.69

20 ‐0.97 0.37 0.38 ‐3.29 ‐0.91 0.39 0.24 ‐3.24 ‐0.83 0.39 0.44 ‐3.13 ‐1.02 0.42 0.13 ‐4.15

21 ‐0.80 0.32 0.23 ‐2.46 ‐0.78 0.35 0.43 ‐3.08 ‐0.83 0.37 0.47 ‐3.08 ‐0.88 0.36 0.15 ‐3.38

22 ‐0.74 0.31 0.31 ‐2.33 ‐0.75 0.34 0.37 ‐3.19 ‐0.74 0.35 0.45 ‐2.74 ‐0.88 0.36 0.23 ‐3.24

23 ‐0.68 0.29 0.23 ‐2.16 ‐0.64 0.30 0.33 ‐2.50 ‐0.64 0.30 0.35 ‐2.48 ‐0.77 0.33 0.13 ‐2.75

24 ‐0.45 0.21 0.41 ‐1.69 ‐0.42 0.22 0.37 ‐2.07 ‐0.38 0.22 0.57 ‐1.78 ‐0.51 0.24 0.15 ‐2.14

25 ‐1.63 0.69 0.48 ‐6.65 ‐1.45 0.72 1.07 ‐6.70 ‐1.44 0.70 1.33 ‐5.71 ‐2.70 0.89 ‐0.28 ‐6.97

26 ‐1.65 0.67 0.28 ‐4.98 ‐1.48 0.70 0.69 ‐5.32 ‐1.42 0.69 0.77 ‐4.70 ‐2.89 1.00 0.00 ‐8.07

27 ‐1.45 0.56 0.17 ‐4.93 ‐1.27 0.56 0.47 ‐4.44 ‐1.27 0.57 0.44 ‐4.13 ‐2.04 1.00 0.29 ‐6.97

28 ‐1.10 0.43 0.08 ‐3.46 ‐0.98 0.42 0.37 ‐3.46 ‐0.97 0.44 0.39 ‐3.39 ‐1.25 0.68 0.24 ‐5.57

29 ‐0.85 0.35 0.12 ‐2.79 ‐0.80 0.36 0.37 ‐2.75 ‐0.81 0.38 0.36 ‐3.03 ‐0.91 0.46 0.22 ‐4.63

30 ‐0.71 0.29 0.18 ‐2.52 ‐0.66 0.34 0.48 ‐2.73 ‐0.71 0.36 0.40 ‐3.01 ‐0.74 0.35 0.31 ‐3.33

31 ‐0.56 0.27 0.55 ‐2.19 ‐0.50 0.30 0.58 ‐2.59 ‐0.52 0.32 0.60 ‐2.72 ‐0.56 0.30 0.49 ‐2.70

32 ‐0.35 0.17 0.31 ‐1.38 ‐0.38 0.21 0.32 ‐2.19 ‐0.31 0.20 0.42 ‐1.64 ‐0.44 0.21 0.27 ‐2.09

33 ‐1.50 0.75 1.69 ‐6.18 ‐1.40 0.80 1.45 ‐8.53 ‐1.34 0.78 1.43 ‐6.52 ‐2.33 0.79 ‐0.21 ‐6.21

34 ‐1.57 0.65 0.77 ‐5.18 ‐1.38 0.67 0.47 ‐5.30 ‐1.45 0.69 0.62 ‐4.95 ‐2.59 0.85 ‐0.38 ‐7.31

35 ‐1.38 0.51 0.26 ‐4.47 ‐1.17 0.50 0.47 ‐3.80 ‐1.29 0.53 0.21 ‐4.10 ‐2.02 0.74 ‐0.03 ‐5.42

36 ‐1.11 0.43 0.27 ‐3.83 ‐1.08 0.44 0.28 ‐3.65 ‐1.00 0.45 0.36 ‐3.45 ‐1.70 0.77 ‐0.01 ‐5.73

37 ‐0.94 0.38 0.25 ‐3.40 ‐0.88 0.39 0.31 ‐3.17 ‐0.87 0.41 0.32 ‐3.31 ‐1.16 0.65 0.16 ‐5.53

38 ‐0.73 0.31 0.20 ‐2.84 ‐0.71 0.34 0.33 ‐2.63 ‐0.73 0.37 0.38 ‐2.78 ‐0.82 0.43 0.24 ‐3.96

39 ‐0.58 0.24 0.19 ‐2.05 ‐0.55 0.28 0.47 ‐2.22 ‐0.60 0.30 0.42 ‐2.33 ‐0.65 0.29 0.19 ‐2.79

40 ‐0.36 0.16 0.09 ‐1.49 ‐0.36 0.21 0.36 ‐1.91 ‐0.36 0.22 0.35 ‐1.64 ‐0.42 0.19 0.21 ‐2.01

41 ‐1.42 0.73 2.20 ‐5.59 ‐1.38 0.79 1.54 ‐7.18 ‐1.31 0.73 1.71 ‐6.57 ‐2.03 0.68 0.08 ‐5.60

42 ‐1.38 0.61 0.48 ‐5.09 ‐1.25 0.64 0.59 ‐5.03 ‐1.25 0.63 0.63 ‐4.76 ‐2.09 0.70 ‐0.10 ‐6.82

43 ‐1.24 0.53 0.53 ‐4.29 ‐1.16 0.55 0.65 ‐4.09 ‐1.08 0.56 0.85 ‐3.88 ‐2.21 0.73 ‐0.16 ‐5.87

44 ‐1.11 0.44 0.36 ‐3.83 ‐1.06 0.46 0.40 ‐3.93 ‐1.02 0.46 0.35 ‐3.63 ‐1.91 0.74 ‐0.15 ‐5.67

45 ‐1.05 0.42 0.29 ‐3.54 ‐0.95 0.40 0.31 ‐3.68 ‐1.01 0.43 0.17 ‐3.53 ‐1.50 0.71 0.07 ‐4.95

46 ‐0.77 0.33 0.20 ‐2.87 0.00 0.00 0.00 0.00 ‐0.74 0.36 0.33 ‐2.78 0.00 0.00 0.00 0.00

47 ‐0.56 0.28 0.39 ‐2.25 ‐0.58 0.29 0.45 ‐2.33 ‐0.55 0.31 0.61 ‐2.21 ‐0.67 0.39 0.42 ‐3.58

48 ‐0.39 0.18 0.18 ‐1.63 ‐0.39 0.20 0.38 ‐1.74 ‐0.41 0.22 0.33 ‐1.91 ‐0.44 0.23 0.29 ‐2.32

49 ‐1.50 0.87 1.31 ‐6.87 ‐1.51 0.91 1.21 ‐7.25 ‐1.36 0.80 1.47 ‐6.15 ‐1.91 0.65 ‐0.06 ‐5.77

50 ‐1.36 0.67 0.62 ‐5.97 ‐1.33 0.70 0.75 ‐5.56 ‐1.24 0.67 0.63 ‐4.74 ‐2.03 0.65 ‐0.23 ‐5.72

51 ‐1.17 0.50 0.54 ‐4.48 ‐1.09 0.53 0.64 ‐4.34 ‐1.03 0.50 0.62 ‐3.70 ‐1.95 0.62 ‐0.24 ‐4.92

52 ‐1.10 0.43 0.43 ‐3.79 ‐1.02 0.46 0.50 ‐3.79 ‐1.02 0.43 0.48 ‐3.53 ‐1.89 0.62 ‐0.15 ‐4.81

53 ‐0.94 0.39 0.33 ‐3.26 ‐0.91 0.41 0.49 ‐3.28 ‐0.88 0.41 0.41 ‐3.26 ‐1.56 0.64 0.02 ‐4.65

54 ‐0.83 0.34 0.23 ‐3.11 ‐0.84 0.37 0.29 ‐3.32 ‐0.82 0.37 0.32 ‐3.09 ‐1.27 0.60 0.14 ‐4.71

55 ‐0.60 0.26 0.17 ‐2.32 ‐0.63 0.28 0.37 ‐2.46 ‐0.59 0.29 0.33 ‐2.55 ‐0.86 0.40 0.11 ‐3.44

56 ‐0.32 0.15 0.13 ‐1.32 ‐0.37 0.20 0.36 ‐1.93 ‐0.28 0.18 0.35 ‐1.67 ‐0.43 0.22 0.19 ‐1.88

57 ‐1.35 0.77 1.26 ‐6.57 ‐1.32 0.81 2.23 ‐6.91 ‐1.08 0.68 2.57 ‐5.18 ‐1.64 0.56 0.07 ‐5.56

58 ‐1.24 0.64 1.06 ‐5.44 ‐1.14 0.65 1.02 ‐5.00 ‐0.94 0.57 0.98 ‐4.28 ‐1.59 0.54 0.00 ‐5.10

59 ‐1.09 0.52 0.73 ‐4.23 ‐1.03 0.54 0.85 ‐4.36 ‐0.88 0.49 0.86 ‐3.50 ‐1.73 0.57 ‐0.04 ‐4.64

60 ‐0.97 0.44 0.36 ‐3.87 ‐0.97 0.46 0.42 ‐3.72 ‐0.82 0.42 0.51 ‐3.15 ‐1.79 0.55 ‐0.25 ‐4.65

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.67 0.33 0.36 ‐3.02 ‐0.78 0.35 0.32 ‐2.84 ‐0.42 0.32 0.67 ‐2.65 ‐1.31 0.52 0.07 ‐3.91

63 ‐0.62 0.27 0.25 ‐2.24 ‐0.60 0.28 0.43 ‐2.36 ‐0.56 0.28 0.41 ‐2.59 ‐0.89 0.43 0.23 ‐3.24

64 ‐0.38 0.18 0.25 ‐1.56 ‐0.43 0.20 0.24 ‐2.01 ‐0.34 0.20 0.34 ‐1.84 ‐0.60 0.29 0.15 ‐3.22

Table D23 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 220o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐2.87 1.20 ‐0.43 ‐11.61 ‐2.57 1.34 ‐0.12 ‐10.89 ‐2.42 1.13 ‐0.02 ‐10.31 ‐2.02 1.25 0.09 ‐12.10

2 ‐3.33 0.86 ‐0.29 ‐7.07 ‐2.27 0.69 ‐0.01 ‐5.67 ‐2.54 0.87 0.00 ‐7.14 ‐1.79 0.61 ‐0.05 ‐4.94

3 ‐2.75 0.70 ‐0.41 ‐6.74 ‐2.04 0.64 0.03 ‐5.63 ‐2.01 0.69 0.10 ‐5.44 ‐1.86 0.64 0.31 ‐5.28

4 ‐2.30 0.57 ‐0.32 ‐5.29 ‐1.87 0.59 0.33 ‐5.40 ‐1.73 0.60 0.31 ‐5.10 ‐1.56 0.55 0.40 ‐4.53

5 ‐2.11 0.56 ‐0.19 ‐5.14 ‐1.69 0.56 0.18 ‐4.89 ‐1.62 0.59 0.24 ‐5.12 ‐1.46 0.52 0.20 ‐4.50

6 ‐1.93 0.60 ‐0.07 ‐5.88 ‐1.55 0.54 0.20 ‐4.77 ‐1.49 0.59 0.14 ‐6.19 ‐1.32 0.51 0.17 ‐4.26

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐1.03 0.43 0.00 ‐4.07 ‐0.85 0.36 0.18 ‐3.45 ‐0.89 0.45 0.27 ‐4.32 ‐0.68 0.32 0.24 ‐2.99

9 ‐3.92 1.33 ‐0.41 ‐9.95 ‐3.32 1.34 0.08 ‐9.31 ‐3.07 1.37 0.24 ‐9.36 ‐3.79 1.38 ‐0.07 ‐10.83

10 ‐1.65 0.66 ‐0.07 ‐6.24 ‐1.45 0.65 0.21 ‐5.46 ‐1.38 0.63 0.40 ‐5.51 ‐1.20 0.68 0.23 ‐7.17

11 ‐1.35 0.43 0.20 ‐3.33 ‐1.14 0.43 0.37 ‐3.55 ‐1.18 0.45 0.29 ‐3.77 ‐0.90 0.36 0.49 ‐3.34

12 ‐1.36 0.45 0.10 ‐3.53 ‐1.17 0.42 0.21 ‐3.44 ‐1.16 0.44 0.29 ‐3.64 ‐0.98 0.38 0.18 ‐3.04

13 ‐1.35 0.44 0.11 ‐3.61 ‐1.13 0.40 0.27 ‐3.12 ‐1.19 0.42 0.10 ‐3.44 ‐0.93 0.37 0.23 ‐2.93

14 ‐1.25 0.40 0.00 ‐3.36 ‐0.99 0.37 0.29 ‐3.09 ‐1.06 0.37 0.24 ‐3.02 ‐0.85 0.36 0.30 ‐2.99

15 ‐0.87 0.35 0.36 ‐2.62 ‐0.70 0.31 0.57 ‐2.36 ‐0.75 0.32 0.65 ‐2.61 ‐0.63 0.30 0.68 ‐2.56

16 ‐0.58 0.25 0.30 ‐2.20 ‐0.55 0.24 0.44 ‐2.10 ‐0.43 0.25 0.57 ‐2.06 ‐0.49 0.21 0.31 ‐1.79

17 ‐2.49 0.83 0.09 ‐6.20 ‐2.23 0.90 0.09 ‐6.78 ‐2.06 0.85 0.54 ‐6.17 ‐2.85 1.04 ‐0.22 ‐8.72

18 ‐2.00 0.81 ‐0.20 ‐6.36 0.00 0.00 0.00 0.00 ‐1.66 0.75 0.06 ‐5.48 0.00 0.00 0.00 0.00

19 ‐1.13 0.42 ‐0.05 ‐3.63 ‐1.10 0.41 0.15 ‐3.73 ‐0.96 0.41 0.19 ‐3.64 ‐0.95 0.41 0.10 ‐4.57

20 ‐0.91 0.32 0.12 ‐2.82 ‐0.90 0.36 0.27 ‐3.01 ‐0.74 0.35 0.46 ‐3.05 ‐0.82 0.33 0.18 ‐3.61

21 ‐0.80 0.30 0.20 ‐2.53 ‐0.78 0.34 0.30 ‐2.75 ‐0.79 0.35 0.34 ‐3.29 ‐0.72 0.32 0.24 ‐2.62

22 ‐0.80 0.30 0.20 ‐2.49 ‐0.82 0.33 0.30 ‐2.78 ‐0.75 0.33 0.32 ‐3.23 ‐0.77 0.32 0.24 ‐3.01

23 ‐0.79 0.29 0.12 ‐2.35 ‐0.73 0.30 0.28 ‐2.47 ‐0.71 0.30 0.28 ‐2.76 ‐0.70 0.29 0.15 ‐2.75

24 ‐0.47 0.21 0.20 ‐1.82 ‐0.43 0.20 0.27 ‐1.60 ‐0.37 0.20 0.39 ‐1.92 ‐0.43 0.20 0.16 ‐2.15

25 ‐1.90 0.65 0.00 ‐5.54 ‐1.76 0.71 0.12 ‐5.31 ‐1.57 0.65 0.59 ‐5.24 ‐2.38 0.84 ‐0.09 ‐6.96

26 ‐2.04 0.73 0.00 ‐6.12 ‐1.83 0.78 0.41 ‐5.79 ‐1.60 0.73 0.58 ‐5.44 ‐2.35 1.08 0.34 ‐7.58

27 ‐1.37 0.61 0.30 ‐4.43 ‐1.20 0.58 0.32 ‐4.13 ‐1.11 0.56 0.47 ‐4.22 ‐1.27 0.81 0.36 ‐5.81

28 ‐0.93 0.38 0.10 ‐3.26 ‐0.83 0.38 0.28 ‐3.34 ‐0.77 0.38 0.52 ‐3.10 ‐0.80 0.42 0.27 ‐3.77

29 ‐0.72 0.28 0.13 ‐2.50 ‐0.66 0.32 0.43 ‐2.57 ‐0.63 0.32 0.38 ‐2.41 ‐0.64 0.32 0.36 ‐3.18

30 ‐0.63 0.24 0.21 ‐2.05 ‐0.53 0.30 0.51 ‐2.72 ‐0.56 0.30 0.46 ‐2.46 ‐0.55 0.30 0.47 ‐2.38

31 ‐0.52 0.26 0.42 ‐1.92 ‐0.40 0.28 0.85 ‐1.84 ‐0.38 0.29 0.79 ‐2.42 ‐0.40 0.28 0.70 ‐2.11

32 ‐0.40 0.17 0.29 ‐1.33 ‐0.36 0.19 0.39 ‐1.54 ‐0.28 0.19 0.46 ‐1.56 ‐0.37 0.19 0.35 ‐1.80

33 ‐1.49 0.61 0.42 ‐5.26 ‐1.41 0.63 0.80 ‐5.46 ‐1.26 0.64 0.72 ‐5.55 ‐2.00 0.75 0.10 ‐6.17

34 ‐1.81 0.65 ‐0.01 ‐5.23 ‐1.66 0.68 0.28 ‐5.71 ‐1.59 0.68 0.22 ‐4.80 ‐2.36 0.87 ‐0.13 ‐6.82

35 ‐1.44 0.53 ‐0.09 ‐4.46 ‐1.18 0.52 0.16 ‐3.69 ‐1.26 0.53 0.13 ‐4.10 ‐1.42 0.74 0.15 ‐5.08

36 ‐1.00 0.45 0.06 ‐3.40 ‐1.00 0.43 0.18 ‐3.43 ‐0.83 0.43 0.34 ‐3.21 ‐1.10 0.59 0.04 ‐4.67

37 ‐0.77 0.34 0.10 ‐2.88 ‐0.69 0.36 0.43 ‐2.97 ‐0.66 0.35 0.33 ‐2.71 ‐0.71 0.41 0.26 ‐3.72

38 ‐0.60 0.24 0.19 ‐2.10 ‐0.57 0.28 0.38 ‐2.29 ‐0.54 0.29 0.38 ‐2.30 ‐0.58 0.28 0.25 ‐2.82

39 ‐0.56 0.20 0.07 ‐1.73 ‐0.49 0.24 0.33 ‐2.05 ‐0.52 0.25 0.33 ‐2.20 ‐0.53 0.24 0.21 ‐2.10

40 ‐0.37 0.14 0.10 ‐1.24 ‐0.30 0.17 0.33 ‐1.69 ‐0.30 0.18 0.36 ‐1.50 ‐0.35 0.17 0.20 ‐1.44

41 ‐1.35 0.56 0.74 ‐4.83 ‐1.30 0.59 0.81 ‐5.29 ‐1.19 0.58 0.88 ‐4.57 ‐1.80 0.66 ‐0.02 ‐5.93

42 ‐1.50 0.55 0.55 ‐4.50 ‐1.39 0.58 0.29 ‐4.82 ‐1.31 0.58 0.40 ‐4.19 ‐1.93 0.71 ‐0.12 ‐5.60

43 ‐1.43 0.54 0.42 ‐4.49 ‐1.34 0.55 0.33 ‐4.12 ‐1.18 0.56 0.31 ‐4.15 ‐1.83 0.77 ‐0.01 ‐6.57

44 ‐1.10 0.47 0.22 ‐3.67 ‐1.08 0.45 0.06 ‐3.43 ‐0.95 0.45 0.26 ‐3.54 ‐1.32 0.69 ‐0.03 ‐5.26

45 ‐0.96 0.43 0.08 ‐3.80 ‐0.85 0.38 0.11 ‐3.16 ‐0.87 0.40 0.16 ‐3.38 ‐0.93 0.54 0.12 ‐4.45

46 ‐0.61 0.30 0.15 ‐2.45 0.00 0.00 0.00 0.00 ‐0.54 0.31 0.33 ‐2.34 0.00 0.00 0.00 0.00

47 ‐0.41 0.24 0.69 ‐1.94 ‐0.41 0.27 0.78 ‐1.97 ‐0.36 0.28 0.66 ‐1.99 ‐0.42 0.27 0.66 ‐2.23

48 ‐0.33 0.15 0.19 ‐1.25 ‐0.32 0.18 0.33 ‐1.43 ‐0.32 0.18 0.31 ‐1.40 ‐0.33 0.18 0.28 ‐1.55

49 ‐1.31 0.65 0.85 ‐5.13 ‐1.27 0.65 0.87 ‐5.39 ‐1.12 0.61 1.10 ‐4.81 ‐1.73 0.62 0.04 ‐5.38

50 ‐1.37 0.56 0.31 ‐4.54 ‐1.34 0.59 0.32 ‐4.54 ‐1.19 0.57 0.56 ‐4.42 ‐1.93 0.66 ‐0.21 ‐5.47

51 ‐1.28 0.47 0.28 ‐3.88 ‐1.21 0.49 0.19 ‐3.91 ‐1.10 0.47 0.44 ‐3.74 ‐1.73 0.64 ‐0.14 ‐5.28

52 ‐1.16 0.43 0.03 ‐3.53 ‐1.08 0.43 0.21 ‐3.30 ‐1.01 0.41 0.22 ‐3.41 ‐1.45 0.64 ‐0.07 ‐4.62

53 ‐0.88 0.40 0.22 ‐3.04 ‐0.84 0.38 0.16 ‐2.77 ‐0.76 0.39 0.37 ‐2.89 ‐1.00 0.58 0.17 ‐4.12

54 ‐0.71 0.33 0.19 ‐2.55 ‐0.71 0.32 0.17 ‐2.61 ‐0.65 0.34 0.30 ‐2.57 ‐0.79 0.43 0.15 ‐3.70

55 ‐0.50 0.22 0.16 ‐1.88 ‐0.54 0.23 0.24 ‐2.06 ‐0.47 0.24 0.30 ‐1.91 ‐0.59 0.27 0.18 ‐2.56

56 ‐0.26 0.12 0.14 ‐1.19 ‐0.29 0.16 0.25 ‐1.50 ‐0.21 0.15 0.37 ‐1.60 ‐0.30 0.16 0.17 ‐1.47

57 ‐1.19 0.56 0.68 ‐4.50 ‐1.11 0.56 1.33 ‐4.46 ‐1.00 0.52 1.59 ‐4.17 ‐1.45 0.53 0.36 ‐4.60

58 ‐1.19 0.51 0.46 ‐4.61 ‐1.09 0.51 0.60 ‐3.95 ‐0.99 0.49 0.69 ‐4.09 ‐1.46 0.55 0.29 ‐4.92

59 ‐1.17 0.46 0.74 ‐3.91 ‐1.10 0.47 0.56 ‐3.65 ‐1.01 0.45 0.61 ‐3.59 ‐1.59 0.58 0.05 ‐4.70

60 ‐1.04 0.41 0.26 ‐3.39 ‐1.02 0.41 0.32 ‐3.28 ‐0.90 0.40 0.43 ‐3.18 ‐1.47 0.59 0.01 ‐4.62

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.60 0.32 0.33 ‐2.56 ‐0.68 0.31 0.18 ‐2.44 ‐0.34 0.32 0.67 ‐2.07 ‐0.83 0.46 0.25 ‐3.40

63 ‐0.52 0.26 0.29 ‐1.99 ‐0.48 0.26 0.53 ‐1.76 ‐0.47 0.27 0.51 ‐1.95 ‐0.50 0.33 0.44 ‐2.56

64 ‐0.31 0.16 0.16 ‐1.28 ‐0.36 0.17 0.26 ‐1.61 ‐0.26 0.18 0.31 ‐1.58 ‐0.38 0.20 0.18 ‐1.91

Table D24‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 230o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐2.14 0.91 ‐0.40 ‐9.99 ‐1.83 0.99 0.20 ‐11.02 ‐1.86 0.88 0.03 ‐9.59 ‐1.37 0.78 0.20 ‐8.70

2 ‐3.19 0.92 ‐0.51 ‐7.95 ‐2.24 0.70 ‐0.22 ‐5.54 ‐2.58 0.88 0.19 ‐6.97 ‐1.65 0.64 0.08 ‐5.23

3 ‐2.60 0.72 ‐0.38 ‐6.80 ‐2.14 0.65 0.11 ‐5.26 ‐2.07 0.68 0.26 ‐6.10 ‐1.77 0.68 0.28 ‐5.12

4 ‐2.20 0.59 ‐0.03 ‐5.17 ‐1.95 0.59 0.25 ‐4.52 ‐1.78 0.59 0.49 ‐5.25 ‐1.48 0.58 0.37 ‐4.16

5 ‐2.07 0.58 ‐0.27 ‐5.09 ‐1.79 0.56 0.08 ‐4.46 ‐1.68 0.59 0.54 ‐5.06 ‐1.40 0.54 0.34 ‐3.73

6 ‐1.95 0.63 0.02 ‐5.65 ‐1.69 0.54 0.00 ‐4.73 ‐1.62 0.59 0.25 ‐5.04 ‐1.31 0.52 0.47 ‐4.13

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.96 0.45 0.21 ‐4.09 ‐0.85 0.37 0.12 ‐3.47 ‐0.95 0.41 0.21 ‐3.84 ‐0.61 0.30 0.38 ‐2.52

9 ‐3.75 1.30 ‐0.32 ‐9.89 ‐3.29 1.25 0.05 ‐9.47 ‐2.88 1.24 0.30 ‐8.56 ‐2.78 1.31 0.22 ‐9.56

10 ‐1.21 0.50 0.23 ‐4.68 ‐1.08 0.52 0.61 ‐4.76 ‐0.99 0.52 0.70 ‐5.29 ‐0.78 0.45 0.67 ‐4.25

11 ‐1.14 0.44 0.32 ‐3.44 ‐1.01 0.40 0.34 ‐3.24 ‐0.97 0.45 0.66 ‐3.85 ‐0.71 0.34 0.41 ‐2.65

12 ‐1.22 0.45 0.05 ‐3.58 ‐1.10 0.40 0.05 ‐3.50 ‐1.01 0.44 0.32 ‐3.24 ‐0.80 0.35 0.29 ‐2.85

13 ‐1.22 0.44 0.01 ‐3.48 ‐1.05 0.39 0.15 ‐3.31 ‐1.05 0.42 0.26 ‐3.11 ‐0.76 0.35 0.20 ‐2.69

14 ‐1.09 0.43 0.13 ‐2.96 ‐0.91 0.37 0.32 ‐2.82 ‐0.92 0.38 0.27 ‐2.66 ‐0.67 0.33 0.28 ‐2.43

15 ‐0.73 0.39 0.54 ‐2.47 ‐0.62 0.34 0.83 ‐2.38 ‐0.63 0.34 0.76 ‐2.89 ‐0.47 0.29 0.85 ‐2.14

16 ‐0.53 0.25 0.23 ‐2.16 ‐0.53 0.25 0.47 ‐2.01 ‐0.40 0.25 0.51 ‐1.92 ‐0.42 0.21 0.35 ‐1.66

17 ‐2.47 0.80 ‐0.20 ‐6.53 ‐2.27 0.81 ‐0.15 ‐6.74 ‐1.94 0.76 0.36 ‐5.75 ‐2.10 0.90 0.26 ‐6.86

18 ‐1.37 0.71 ‐0.12 ‐5.59 0.00 0.00 0.00 0.00 ‐1.18 0.65 0.21 ‐5.30 0.00 0.00 0.00 0.00

19 ‐0.92 0.31 0.02 ‐3.09 ‐0.94 0.33 0.01 ‐3.29 ‐0.73 0.33 0.28 ‐3.27 ‐0.72 0.29 0.24 ‐2.51

20 ‐0.77 0.30 0.10 ‐2.24 ‐0.81 0.31 0.19 ‐2.61 ‐0.56 0.31 0.47 ‐2.51 ‐0.63 0.28 0.20 ‐2.37

21 ‐0.73 0.28 0.12 ‐2.22 ‐0.72 0.30 0.13 ‐2.79 ‐0.65 0.31 0.31 ‐2.30 ‐0.56 0.26 0.27 ‐2.27

22 ‐0.78 0.28 0.01 ‐2.43 ‐0.79 0.30 0.14 ‐2.56 ‐0.65 0.30 0.22 ‐2.47 ‐0.65 0.27 0.16 ‐2.53

23 ‐0.79 0.27 ‐0.04 ‐2.23 ‐0.73 0.26 0.10 ‐2.25 ‐0.66 0.27 0.18 ‐2.45 ‐0.60 0.25 0.08 ‐2.38

24 ‐0.43 0.19 0.21 ‐1.57 ‐0.39 0.18 0.25 ‐1.47 ‐0.30 0.19 0.38 ‐1.54 ‐0.35 0.16 0.18 ‐1.58

25 ‐1.94 0.63 ‐0.17 ‐5.35 ‐1.88 0.68 ‐0.04 ‐5.63 ‐1.47 0.57 0.22 ‐4.74 ‐1.84 0.73 0.05 ‐5.85

26 ‐1.76 0.85 0.38 ‐5.83 ‐1.58 0.84 0.51 ‐5.73 ‐1.23 0.73 0.89 ‐4.63 ‐1.42 0.93 0.65 ‐6.61

27 ‐0.93 0.46 0.14 ‐4.33 ‐0.84 0.46 0.27 ‐4.23 ‐0.72 0.46 0.51 ‐3.87 ‐0.72 0.47 0.45 ‐4.29

28 ‐0.73 0.26 0.09 ‐2.35 ‐0.65 0.28 0.17 ‐2.73 ‐0.53 0.29 0.43 ‐2.59 ‐0.55 0.26 0.24 ‐2.25

29 ‐0.63 0.22 0.07 ‐1.88 ‐0.55 0.25 0.23 ‐2.39 ‐0.46 0.26 0.50 ‐1.86 ‐0.46 0.24 0.32 ‐1.91

30 ‐0.56 0.22 0.15 ‐1.77 ‐0.44 0.25 0.37 ‐2.04 ‐0.41 0.25 0.51 ‐1.73 ‐0.38 0.23 0.41 ‐1.85

31 ‐0.43 0.25 0.52 ‐1.68 ‐0.30 0.25 0.71 ‐1.67 ‐0.22 0.27 0.97 ‐1.59 ‐0.25 0.24 0.89 ‐1.73

32 ‐0.39 0.16 0.30 ‐1.36 ‐0.35 0.17 0.43 ‐1.58 ‐0.23 0.17 0.48 ‐1.26 ‐0.31 0.16 0.25 ‐1.63

33 ‐1.42 0.56 0.04 ‐4.69 ‐1.36 0.55 0.05 ‐4.30 ‐1.11 0.54 0.41 ‐4.52 ‐1.51 0.62 0.12 ‐5.85

34 ‐1.75 0.72 ‐0.05 ‐5.59 ‐1.64 0.73 ‐0.03 ‐4.85 ‐1.42 0.65 0.12 ‐4.86 ‐1.71 0.81 0.05 ‐6.04

35 ‐1.07 0.50 ‐0.04 ‐4.17 ‐0.86 0.47 0.21 ‐3.92 ‐0.92 0.46 0.10 ‐3.60 ‐0.80 0.51 0.28 ‐3.75

36 ‐0.69 0.32 0.13 ‐2.98 ‐0.77 0.33 0.10 ‐3.26 ‐0.53 0.33 0.40 ‐2.79 ‐0.70 0.34 0.13 ‐3.19

37 ‐0.60 0.23 0.12 ‐2.16 ‐0.52 0.25 0.26 ‐2.46 ‐0.44 0.25 0.30 ‐2.29 ‐0.47 0.23 0.24 ‐2.17

38 ‐0.55 0.19 0.06 ‐1.72 ‐0.48 0.22 0.23 ‐1.86 ‐0.41 0.22 0.39 ‐1.66 ‐0.43 0.20 0.26 ‐1.58

39 ‐0.59 0.18 0.01 ‐1.55 ‐0.48 0.19 0.19 ‐1.80 ‐0.47 0.20 0.26 ‐1.72 ‐0.44 0.19 0.15 ‐1.93

40 ‐0.38 0.13 0.05 ‐1.17 ‐0.27 0.13 0.25 ‐1.20 ‐0.26 0.14 0.23 ‐1.17 ‐0.29 0.13 0.14 ‐1.47

41 ‐1.24 0.48 0.30 ‐4.26 ‐1.27 0.52 0.24 ‐4.29 ‐1.06 0.48 0.36 ‐4.19 ‐1.35 0.55 0.31 ‐4.53

42 ‐1.46 0.57 0.24 ‐4.47 ‐1.44 0.59 0.07 ‐4.64 ‐1.17 0.53 0.36 ‐4.21 ‐1.43 0.63 0.16 ‐4.90

43 ‐1.20 0.62 0.33 ‐4.76 ‐1.16 0.55 0.10 ‐4.33 ‐0.89 0.53 0.35 ‐4.11 ‐1.14 0.63 0.15 ‐5.07

44 ‐0.75 0.42 0.13 ‐3.48 ‐0.83 0.38 0.04 ‐3.49 ‐0.63 0.38 0.20 ‐2.99 ‐0.77 0.43 0.12 ‐3.82

45 ‐0.68 0.30 0.04 ‐2.84 ‐0.63 0.28 0.16 ‐2.89 ‐0.61 0.30 0.15 ‐2.75 ‐0.56 0.29 0.17 ‐2.95

46 ‐0.45 0.20 0.22 ‐1.83 0.00 0.00 0.00 0.00 ‐0.34 0.23 0.38 ‐2.11 0.00 0.00 0.00 0.00

47 ‐0.29 0.20 0.83 ‐1.33 ‐0.27 0.22 0.85 ‐1.41 ‐0.18 0.24 1.01 ‐1.55 ‐0.25 0.21 0.76 ‐1.27

48 ‐0.32 0.14 0.19 ‐0.96 ‐0.27 0.15 0.29 ‐1.24 ‐0.25 0.15 0.39 ‐1.21 ‐0.25 0.15 0.31 ‐1.24

49 ‐1.12 0.51 0.20 ‐4.13 ‐1.18 0.55 0.32 ‐4.45 ‐0.93 0.49 0.42 ‐3.74 ‐1.33 0.53 0.19 ‐4.49

50 ‐1.36 0.55 0.01 ‐4.33 ‐1.38 0.57 0.14 ‐4.43 ‐1.07 0.53 0.37 ‐3.83 ‐1.54 0.59 ‐0.15 ‐4.63

51 ‐1.16 0.51 ‐0.04 ‐4.03 ‐1.15 0.49 0.04 ‐3.57 ‐0.87 0.45 0.27 ‐3.33 ‐1.16 0.55 ‐0.08 ‐4.30

52 ‐0.94 0.41 0.00 ‐3.42 ‐0.89 0.39 ‐0.04 ‐3.41 ‐0.74 0.37 0.15 ‐2.96 ‐0.87 0.46 0.00 ‐3.82

53 ‐0.60 0.32 0.16 ‐2.58 ‐0.61 0.31 0.13 ‐2.92 ‐0.47 0.32 0.32 ‐2.44 ‐0.55 0.33 0.29 ‐3.08

54 ‐0.52 0.23 0.17 ‐2.03 ‐0.54 0.24 0.17 ‐2.29 ‐0.43 0.25 0.25 ‐2.23 ‐0.51 0.23 0.19 ‐2.15

55 ‐0.45 0.16 0.10 ‐1.66 ‐0.49 0.18 0.18 ‐1.74 ‐0.37 0.18 0.27 ‐1.61 ‐0.45 0.18 0.15 ‐1.47

56 ‐0.24 0.10 0.11 ‐0.76 ‐0.25 0.12 0.21 ‐1.01 ‐0.16 0.11 0.41 ‐1.02 ‐0.23 0.11 0.26 ‐1.02

57 ‐1.07 0.45 0.42 ‐3.74 ‐1.06 0.47 0.78 ‐4.08 ‐0.88 0.42 0.45 ‐3.86 ‐1.07 0.44 0.53 ‐3.68

58 ‐1.19 0.47 0.19 ‐4.05 ‐1.13 0.48 0.40 ‐4.08 ‐0.93 0.45 0.51 ‐3.57 ‐1.08 0.48 0.37 ‐4.24

59 ‐1.16 0.48 0.09 ‐4.09 ‐1.10 0.46 0.19 ‐3.72 ‐0.89 0.43 0.26 ‐3.59 ‐1.09 0.51 0.16 ‐3.94

60 ‐0.90 0.44 0.08 ‐3.60 ‐0.89 0.40 0.01 ‐3.16 ‐0.67 0.38 0.25 ‐3.00 ‐0.88 0.47 0.06 ‐3.84

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.39 0.26 0.31 ‐2.04 ‐0.49 0.26 0.20 ‐2.19 ‐0.10 0.26 0.63 ‐1.68 ‐0.46 0.26 0.26 ‐2.47

63 ‐0.36 0.20 0.33 ‐1.65 ‐0.30 0.22 0.66 ‐1.53 ‐0.29 0.22 0.50 ‐1.67 ‐0.26 0.20 0.66 ‐1.56

64 ‐0.25 0.13 0.16 ‐1.06 ‐0.29 0.14 0.17 ‐1.10 ‐0.17 0.14 0.41 ‐1.29 ‐0.27 0.13 0.16 ‐1.10

Table D25 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 240o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.41 0.67 0.15 ‐6.62 ‐1.12 0.60 0.47 ‐7.52 ‐1.17 0.64 0.40 ‐9.39 ‐0.89 0.54 0.77 ‐6.87

2 ‐2.63 0.94 0.35 ‐7.27 ‐1.77 0.72 0.93 ‐5.75 ‐2.21 0.90 0.78 ‐7.05 ‐1.39 0.64 1.28 ‐4.92

3 ‐2.13 0.72 0.16 ‐5.91 ‐1.77 0.74 0.99 ‐5.48 ‐1.83 0.70 0.54 ‐5.63 ‐1.44 0.69 1.53 ‐5.41

4 ‐1.83 0.61 0.14 ‐4.85 ‐1.66 0.66 0.98 ‐4.75 ‐1.61 0.62 0.36 ‐5.06 ‐1.25 0.60 1.37 ‐4.07

5 ‐1.74 0.60 0.21 ‐4.98 ‐1.50 0.63 1.32 ‐4.74 ‐1.52 0.61 0.58 ‐5.14 ‐1.18 0.58 1.28 ‐4.46

6 ‐1.65 0.68 0.45 ‐5.29 ‐1.43 0.62 0.62 ‐4.94 ‐1.51 0.61 0.59 ‐5.00 ‐1.14 0.56 0.63 ‐4.30

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.61 0.44 0.64 ‐3.38 ‐0.59 0.37 0.15 ‐3.14 ‐0.81 0.42 0.20 ‐3.88 ‐0.47 0.28 0.29 ‐2.78

9 ‐2.32 1.26 0.55 ‐8.48 ‐2.02 1.21 1.17 ‐8.74 ‐1.81 1.15 0.64 ‐8.77 ‐1.62 1.07 0.85 ‐7.11

10 ‐0.67 0.44 0.78 ‐3.34 ‐0.56 0.46 1.14 ‐3.74 ‐0.56 0.44 0.97 ‐4.06 ‐0.43 0.38 1.09 ‐2.92

11 ‐0.72 0.41 0.53 ‐3.25 ‐0.64 0.38 0.47 ‐2.93 ‐0.60 0.41 0.71 ‐3.55 ‐0.51 0.30 0.40 ‐2.25

12 ‐0.82 0.41 0.25 ‐3.18 ‐0.75 0.37 0.18 ‐3.35 ‐0.70 0.40 0.38 ‐3.94 ‐0.60 0.30 0.27 ‐2.61

13 ‐0.82 0.41 0.34 ‐3.10 ‐0.71 0.37 0.23 ‐3.02 ‐0.69 0.39 0.39 ‐3.71 ‐0.57 0.30 0.31 ‐2.66

14 ‐0.67 0.40 0.38 ‐2.70 ‐0.59 0.35 0.36 ‐2.89 ‐0.61 0.38 0.45 ‐3.26 ‐0.49 0.29 0.29 ‐2.36

15 ‐0.39 0.35 0.84 ‐2.27 ‐0.33 0.33 1.07 ‐2.06 ‐0.38 0.34 0.98 ‐2.57 ‐0.26 0.29 0.95 ‐1.95

16 ‐0.36 0.22 0.40 ‐1.82 ‐0.37 0.23 0.39 ‐2.01 ‐0.34 0.23 0.42 ‐2.05 ‐0.33 0.19 0.32 ‐1.86

17 ‐1.70 0.76 0.43 ‐5.58 ‐1.56 0.77 0.32 ‐5.78 ‐1.28 0.70 0.48 ‐5.25 ‐1.28 0.72 0.62 ‐5.19

18 ‐0.82 0.43 0.32 ‐4.64 0.00 0.00 0.00 0.00 ‐0.66 0.42 0.52 ‐4.71 0.00 0.00 0.00 0.00

19 ‐0.61 0.27 0.21 ‐2.07 ‐0.67 0.28 0.10 ‐2.42 ‐0.49 0.27 0.35 ‐2.47 ‐0.53 0.24 0.19 ‐1.79

20 ‐0.50 0.26 0.33 ‐2.11 ‐0.57 0.26 0.21 ‐2.46 ‐0.42 0.27 0.30 ‐2.55 ‐0.48 0.23 0.24 ‐1.94

21 ‐0.52 0.25 0.33 ‐1.91 ‐0.51 0.25 0.28 ‐2.24 ‐0.38 0.27 0.41 ‐2.41 ‐0.43 0.22 0.34 ‐2.03

22 ‐0.59 0.25 0.19 ‐2.33 ‐0.61 0.25 0.19 ‐2.29 ‐0.46 0.27 0.36 ‐2.82 ‐0.50 0.23 0.19 ‐2.46

23 ‐0.65 0.23 0.00 ‐2.27 ‐0.60 0.23 0.06 ‐2.27 ‐0.50 0.24 0.21 ‐2.56 ‐0.48 0.20 0.11 ‐1.85

24 ‐0.30 0.15 0.16 ‐1.34 ‐0.31 0.14 0.12 ‐1.36 ‐0.21 0.16 0.33 ‐1.52 ‐0.26 0.13 0.19 ‐1.26

25 ‐1.42 0.57 0.26 ‐4.44 ‐1.44 0.62 0.12 ‐5.16 ‐0.99 0.51 0.35 ‐3.96 ‐1.16 0.58 0.40 ‐4.35

26 ‐0.90 0.67 0.56 ‐4.95 ‐0.80 0.66 0.86 ‐5.33 ‐0.61 0.57 0.88 ‐4.39 ‐0.60 0.58 0.82 ‐4.30

27 ‐0.57 0.29 0.41 ‐3.06 ‐0.51 0.29 0.54 ‐2.88 ‐0.36 0.28 0.67 ‐3.13 ‐0.40 0.27 0.41 ‐2.76

28 ‐0.50 0.22 0.28 ‐1.66 ‐0.44 0.23 0.34 ‐1.79 ‐0.32 0.23 0.51 ‐2.07 ‐0.36 0.21 0.29 ‐1.53

29 ‐0.45 0.21 0.25 ‐1.46 ‐0.37 0.21 0.40 ‐1.72 ‐0.26 0.21 0.46 ‐1.53 ‐0.31 0.20 0.29 ‐1.49

30 ‐0.41 0.20 0.28 ‐1.62 ‐0.29 0.21 0.44 ‐1.64 ‐0.20 0.21 0.52 ‐1.39 ‐0.23 0.20 0.44 ‐1.51

31 ‐0.24 0.24 0.95 ‐1.56 ‐0.15 0.22 0.95 ‐1.67 ‐0.07 0.24 1.19 ‐1.45 ‐0.15 0.21 0.79 ‐1.47

32 ‐0.30 0.16 0.35 ‐1.25 ‐0.29 0.15 0.26 ‐1.31 ‐0.18 0.16 0.41 ‐1.44 ‐0.26 0.14 0.25 ‐1.22

33 ‐1.04 0.49 0.47 ‐3.46 ‐1.03 0.48 0.29 ‐3.81 ‐0.83 0.45 0.56 ‐3.64 ‐0.92 0.48 0.47 ‐3.63

34 ‐1.13 0.65 0.35 ‐4.54 ‐1.05 0.65 0.16 ‐4.66 ‐0.87 0.55 0.34 ‐4.15 ‐0.93 0.61 0.20 ‐4.14

35 ‐0.65 0.32 0.12 ‐3.07 ‐0.49 0.31 0.28 ‐3.03 ‐0.50 0.29 0.21 ‐3.18 ‐0.40 0.28 0.29 ‐2.56

36 ‐0.43 0.22 0.25 ‐2.04 ‐0.54 0.23 0.17 ‐2.26 ‐0.35 0.21 0.34 ‐2.42 ‐0.45 0.22 0.20 ‐1.90

37 ‐0.42 0.19 0.19 ‐1.50 ‐0.36 0.19 0.30 ‐1.59 ‐0.33 0.19 0.31 ‐1.81 ‐0.31 0.18 0.26 ‐1.54

38 ‐0.44 0.18 0.21 ‐1.46 ‐0.37 0.18 0.36 ‐1.40 ‐0.30 0.18 0.32 ‐1.48 ‐0.31 0.17 0.26 ‐1.23

39 ‐0.55 0.17 0.01 ‐1.54 ‐0.42 0.16 0.20 ‐1.58 ‐0.39 0.17 0.27 ‐1.51 ‐0.37 0.16 0.19 ‐1.43

40 ‐0.32 0.12 0.06 ‐1.12 ‐0.23 0.11 0.22 ‐1.10 ‐0.20 0.12 0.18 ‐1.17 ‐0.19 0.11 0.23 ‐0.97

41 ‐0.90 0.41 0.37 ‐3.45 ‐0.98 0.44 0.18 ‐3.64 ‐0.75 0.39 0.48 ‐3.33 ‐0.84 0.43 0.39 ‐3.65

42 ‐0.94 0.55 0.53 ‐3.88 ‐0.98 0.55 0.53 ‐4.41 ‐0.72 0.47 0.52 ‐3.68 ‐0.80 0.50 0.43 ‐3.93

43 ‐0.61 0.45 0.32 ‐3.58 ‐0.69 0.40 0.15 ‐3.81 ‐0.56 0.37 0.27 ‐3.17 ‐0.58 0.37 0.19 ‐2.98

44 ‐0.41 0.25 0.22 ‐2.31 ‐0.56 0.24 0.09 ‐2.54 ‐0.39 0.23 0.22 ‐2.62 ‐0.45 0.23 0.15 ‐2.22

45 ‐0.46 0.20 0.08 ‐2.06 ‐0.46 0.19 0.13 ‐1.58 ‐0.41 0.19 0.29 ‐2.36 ‐0.38 0.18 0.16 ‐1.59

46 ‐0.30 0.18 0.30 ‐1.28 0.00 0.00 0.00 0.00 ‐0.27 0.16 0.32 ‐1.38 0.00 0.00 0.00 0.00

47 ‐0.13 0.23 1.11 ‐1.10 ‐0.13 0.21 0.95 ‐1.00 ‐0.05 0.20 0.96 ‐1.07 ‐0.12 0.19 0.86 ‐0.98

48 ‐0.26 0.14 0.31 ‐0.97 ‐0.22 0.13 0.30 ‐1.09 ‐0.16 0.13 0.28 ‐1.12 ‐0.19 0.13 0.27 ‐1.14

49 ‐0.82 0.41 0.34 ‐3.53 ‐0.92 0.45 0.16 ‐3.62 ‐0.64 0.38 0.55 ‐3.44 ‐0.86 0.43 0.27 ‐3.29

50 ‐1.00 0.52 0.28 ‐3.93 ‐1.07 0.51 0.08 ‐4.13 ‐0.75 0.45 0.30 ‐3.76 ‐0.96 0.48 0.10 ‐3.58

51 ‐0.70 0.40 0.21 ‐3.40 ‐0.76 0.38 0.07 ‐3.42 ‐0.45 0.34 0.34 ‐3.19 ‐0.66 0.36 0.04 ‐2.80

52 ‐0.60 0.26 0.02 ‐2.46 ‐0.60 0.26 0.02 ‐2.68 ‐0.38 0.23 0.27 ‐2.48 ‐0.51 0.24 0.07 ‐2.48

53 ‐0.38 0.20 0.21 ‐1.83 ‐0.40 0.20 0.17 ‐1.67 ‐0.26 0.20 0.40 ‐1.91 ‐0.34 0.18 0.20 ‐1.76

54 ‐0.41 0.17 0.11 ‐1.48 ‐0.44 0.17 0.12 ‐1.36 ‐0.27 0.17 0.31 ‐1.52 ‐0.34 0.16 0.19 ‐1.30

55 ‐0.42 0.15 0.08 ‐1.34 ‐0.45 0.15 0.10 ‐1.29 ‐0.31 0.14 0.24 ‐1.28 ‐0.38 0.14 0.12 ‐1.25

56 ‐0.20 0.09 0.09 ‐0.80 ‐0.22 0.10 0.14 ‐1.11 ‐0.13 0.09 0.22 ‐1.03 ‐0.20 0.10 0.15 ‐0.87

57 ‐0.81 0.37 0.37 ‐4.04 ‐0.88 0.39 0.20 ‐2.93 ‐0.58 0.33 0.71 ‐2.81 ‐0.69 0.35 0.39 ‐2.79

58 ‐0.85 0.44 0.29 ‐3.66 ‐0.84 0.44 0.27 ‐3.40 ‐0.60 0.39 0.59 ‐2.87 ‐0.66 0.39 0.44 ‐3.08

59 ‐0.73 0.42 0.14 ‐3.43 ‐0.70 0.40 0.12 ‐3.44 ‐0.50 0.34 0.39 ‐3.02 ‐0.60 0.37 0.27 ‐2.83

60 ‐0.50 0.31 0.12 ‐2.86 ‐0.54 0.29 0.11 ‐2.69 ‐0.37 0.26 0.31 ‐2.48 ‐0.45 0.27 0.12 ‐2.23

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.18 0.17 0.39 ‐1.45 ‐0.31 0.17 0.23 ‐1.41 ‐0.20 0.17 0.38 ‐1.31 ‐0.27 0.16 0.24 ‐1.32

63 ‐0.22 0.17 0.57 ‐1.17 ‐0.16 0.18 0.76 ‐0.98 ‐0.10 0.16 0.68 ‐1.04 ‐0.14 0.16 0.66 ‐0.88

64 ‐0.20 0.12 0.18 ‐0.93 ‐0.24 0.12 0.17 ‐0.98 ‐0.15 0.12 0.22 ‐0.94 ‐0.22 0.11 0.25 ‐0.99

Table D26 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 250o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.75 0.51 0.63 ‐5.90 ‐0.61 0.45 1.45 ‐4.56 ‐0.72 0.51 1.00 ‐4.55 ‐0.53 0.42 1.02 ‐4.44

2 ‐1.83 0.90 1.48 ‐6.22 ‐1.20 0.71 2.18 ‐5.29 ‐1.67 0.91 1.59 ‐6.35 ‐1.04 0.68 2.10 ‐4.41

3 ‐1.54 0.72 1.66 ‐5.45 ‐1.09 0.74 2.33 ‐5.12 ‐1.42 0.74 1.43 ‐5.76 ‐0.98 0.71 2.27 ‐5.18

4 ‐1.36 0.64 1.55 ‐4.58 ‐1.12 0.70 2.48 ‐4.43 ‐1.26 0.67 1.33 ‐4.64 ‐0.86 0.65 2.50 ‐3.96

5 ‐1.27 0.65 1.55 ‐4.64 ‐0.97 0.67 1.95 ‐4.42 ‐1.19 0.67 1.56 ‐4.41 ‐0.81 0.63 2.12 ‐3.81

6 ‐1.19 0.70 1.44 ‐5.12 ‐0.92 0.63 1.51 ‐4.15 ‐1.18 0.68 1.27 ‐4.85 ‐0.78 0.59 2.04 ‐4.05

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.28 0.36 0.77 ‐3.15 ‐0.33 0.24 0.31 ‐2.53 ‐0.53 0.38 0.36 ‐3.10 ‐0.31 0.20 0.37 ‐1.92

9 ‐1.00 0.93 0.60 ‐6.30 ‐0.86 0.84 0.89 ‐6.56 ‐0.82 0.87 1.24 ‐6.02 ‐0.73 0.73 0.73 ‐5.02

10 ‐0.22 0.37 1.33 ‐2.59 ‐0.13 0.39 1.82 ‐2.22 ‐0.17 0.38 1.29 ‐2.17 ‐0.07 0.34 1.40 ‐1.83

11 ‐0.34 0.33 0.72 ‐2.23 ‐0.33 0.31 0.55 ‐2.41 ‐0.29 0.35 0.76 ‐2.54 ‐0.28 0.25 0.55 ‐1.67

12 ‐0.44 0.32 0.39 ‐2.30 ‐0.43 0.29 0.33 ‐2.41 ‐0.38 0.34 0.58 ‐2.84 ‐0.40 0.24 0.37 ‐1.91

13 ‐0.41 0.32 0.48 ‐2.38 ‐0.40 0.28 0.46 ‐2.32 ‐0.36 0.34 0.60 ‐2.25 ‐0.38 0.24 0.39 ‐2.02

14 ‐0.30 0.30 0.53 ‐2.15 ‐0.32 0.27 0.55 ‐2.12 ‐0.29 0.32 0.60 ‐2.21 ‐0.30 0.23 0.47 ‐1.64

15 ‐0.11 0.27 1.13 ‐1.76 ‐0.07 0.28 1.22 ‐1.86 ‐0.12 0.30 1.02 ‐2.28 ‐0.11 0.24 0.98 ‐1.37

16 ‐0.22 0.18 0.47 ‐1.46 ‐0.21 0.18 0.54 ‐1.66 ‐0.18 0.19 0.70 ‐1.51 ‐0.22 0.17 0.52 ‐1.34

17 ‐0.81 0.63 0.60 ‐4.01 ‐0.73 0.62 0.75 ‐4.28 ‐0.63 0.59 0.94 ‐3.88 ‐0.59 0.56 0.78 ‐3.50

18 ‐0.43 0.29 0.51 ‐2.97 0.00 0.00 0.00 0.00 ‐0.35 0.29 0.50 ‐2.21 0.00 0.00 0.00 0.00

19 ‐0.35 0.21 0.46 ‐1.60 ‐0.43 0.22 0.23 ‐1.73 ‐0.26 0.22 0.51 ‐1.61 ‐0.35 0.19 0.31 ‐1.61

20 ‐0.30 0.20 0.35 ‐1.49 ‐0.37 0.20 0.18 ‐2.05 ‐0.21 0.22 0.46 ‐1.59 ‐0.33 0.18 0.27 ‐1.47

21 ‐0.26 0.21 0.47 ‐1.55 ‐0.32 0.20 0.27 ‐1.74 ‐0.17 0.23 0.60 ‐1.54 ‐0.29 0.19 0.31 ‐1.39

22 ‐0.36 0.21 0.38 ‐1.68 ‐0.40 0.21 0.30 ‐1.93 ‐0.25 0.23 0.51 ‐1.70 ‐0.37 0.20 0.28 ‐1.49

23 ‐0.44 0.19 0.30 ‐1.69 ‐0.42 0.20 0.19 ‐1.64 ‐0.34 0.20 0.35 ‐1.88 ‐0.40 0.19 0.20 ‐1.49

24 ‐0.19 0.11 0.22 ‐1.04 ‐0.21 0.12 0.30 ‐1.21 ‐0.13 0.12 0.63 ‐0.90 ‐0.22 0.12 0.27 ‐0.93

25 ‐0.72 0.47 0.47 ‐3.28 ‐0.77 0.51 0.36 ‐3.84 ‐0.49 0.42 0.64 ‐2.91 ‐0.59 0.44 0.43 ‐2.91

26 ‐0.32 0.38 0.69 ‐3.60 ‐0.26 0.37 1.00 ‐2.95 ‐0.16 0.35 1.06 ‐2.85 ‐0.16 0.31 1.01 ‐2.41

27 ‐0.27 0.21 0.43 ‐1.64 ‐0.26 0.22 0.42 ‐1.53 ‐0.13 0.21 0.65 ‐1.27 ‐0.19 0.19 0.48 ‐1.43

28 ‐0.26 0.19 0.36 ‐1.23 ‐0.23 0.19 0.46 ‐1.36 ‐0.13 0.20 0.51 ‐1.24 ‐0.18 0.18 0.36 ‐1.16

29 ‐0.23 0.17 0.35 ‐1.39 ‐0.20 0.17 0.33 ‐1.32 ‐0.10 0.18 0.50 ‐1.34 ‐0.17 0.16 0.35 ‐1.23

30 ‐0.19 0.16 0.35 ‐1.14 ‐0.12 0.17 0.52 ‐1.23 ‐0.06 0.17 0.56 ‐1.07 ‐0.10 0.15 0.44 ‐0.97

31 ‐0.06 0.20 0.88 ‐1.25 ‐0.02 0.19 1.02 ‐1.07 0.04 0.19 1.11 ‐1.01 ‐0.04 0.17 0.79 ‐0.90

32 ‐0.19 0.13 0.32 ‐0.93 ‐0.22 0.13 0.34 ‐1.10 ‐0.11 0.13 0.72 ‐1.03 ‐0.20 0.12 0.30 ‐1.01

33 ‐0.56 0.41 0.49 ‐2.84 ‐0.53 0.40 0.58 ‐3.06 ‐0.42 0.37 0.63 ‐2.67 ‐0.44 0.37 0.53 ‐2.92

34 ‐0.52 0.42 0.47 ‐3.46 ‐0.51 0.40 0.41 ‐3.56 ‐0.44 0.37 0.49 ‐3.27 ‐0.43 0.35 0.36 ‐2.93

35 ‐0.33 0.20 0.28 ‐2.02 ‐0.23 0.20 0.39 ‐1.72 ‐0.29 0.19 0.28 ‐1.58 ‐0.19 0.16 0.34 ‐1.31

36 ‐0.23 0.17 0.34 ‐1.19 ‐0.31 0.19 0.21 ‐1.43 ‐0.18 0.17 0.32 ‐1.07 ‐0.28 0.18 0.22 ‐1.32

37 ‐0.25 0.16 0.27 ‐1.17 ‐0.20 0.17 0.33 ‐1.18 ‐0.19 0.16 0.34 ‐1.08 ‐0.18 0.15 0.31 ‐0.93

38 ‐0.26 0.16 0.41 ‐1.21 ‐0.22 0.17 0.48 ‐1.21 ‐0.18 0.16 0.42 ‐1.11 ‐0.19 0.16 0.37 ‐1.07

39 ‐0.39 0.17 0.24 ‐1.23 ‐0.31 0.17 0.35 ‐1.25 ‐0.28 0.18 0.33 ‐1.18 ‐0.30 0.16 0.32 ‐1.18

40 ‐0.22 0.11 0.19 ‐0.85 ‐0.13 0.11 0.40 ‐0.84 ‐0.14 0.11 0.58 ‐0.87 ‐0.15 0.10 0.31 ‐0.93

41 ‐0.43 0.34 0.58 ‐2.35 ‐0.54 0.35 0.43 ‐2.74 ‐0.39 0.32 0.54 ‐2.54 ‐0.41 0.32 0.61 ‐2.40

42 ‐0.33 0.39 0.74 ‐2.69 ‐0.45 0.39 0.59 ‐3.14 ‐0.32 0.34 0.82 ‐2.63 ‐0.34 0.33 0.78 ‐2.41

43 ‐0.27 0.25 0.39 ‐2.51 ‐0.38 0.23 0.34 ‐2.16 ‐0.28 0.22 0.34 ‐2.09 ‐0.29 0.19 0.27 ‐1.76

44 ‐0.20 0.17 0.33 ‐1.47 ‐0.36 0.17 0.12 ‐1.35 ‐0.23 0.16 0.26 ‐1.20 ‐0.27 0.15 0.17 ‐1.23

45 ‐0.26 0.16 0.24 ‐1.17 ‐0.32 0.15 0.13 ‐1.19 ‐0.28 0.15 0.17 ‐1.18 ‐0.24 0.13 0.22 ‐1.04

46 ‐0.16 0.15 0.35 ‐0.94 0.00 0.00 0.00 0.00 ‐0.16 0.13 0.31 ‐0.99 0.00 0.00 0.00 0.00

47 0.03 0.20 1.05 ‐0.79 ‐0.03 0.18 1.09 ‐0.86 0.03 0.17 0.91 ‐0.71 ‐0.01 0.17 0.88 ‐0.87

48 ‐0.14 0.12 0.33 ‐0.79 ‐0.17 0.11 0.33 ‐0.96 ‐0.12 0.11 0.54 ‐0.76 ‐0.14 0.11 0.32 ‐0.93

49 ‐0.42 0.32 0.51 ‐2.60 ‐0.57 0.35 0.43 ‐2.90 ‐0.32 0.31 0.57 ‐2.53 ‐0.45 0.33 0.59 ‐2.78

50 ‐0.53 0.39 0.40 ‐2.88 ‐0.63 0.38 0.25 ‐3.29 ‐0.39 0.34 0.45 ‐2.61 ‐0.52 0.34 0.19 ‐2.69

51 ‐0.32 0.23 0.26 ‐2.36 ‐0.48 0.23 0.11 ‐2.27 ‐0.20 0.21 0.40 ‐1.82 ‐0.37 0.19 0.10 ‐1.70

52 ‐0.30 0.17 0.15 ‐1.63 ‐0.40 0.17 0.14 ‐1.56 ‐0.21 0.16 0.28 ‐1.16 ‐0.33 0.14 0.10 ‐1.29

53 ‐0.21 0.15 0.26 ‐1.20 ‐0.28 0.15 0.22 ‐1.07 ‐0.13 0.15 0.33 ‐0.96 ‐0.21 0.13 0.24 ‐1.00

54 ‐0.27 0.14 0.35 ‐1.06 ‐0.32 0.14 0.21 ‐1.09 ‐0.17 0.14 0.32 ‐0.95 ‐0.25 0.13 0.25 ‐1.05

55 ‐0.32 0.14 0.27 ‐1.03 ‐0.36 0.14 0.19 ‐1.17 ‐0.24 0.14 0.37 ‐0.92 ‐0.33 0.14 0.21 ‐1.09

56 ‐0.14 0.09 0.23 ‐0.71 ‐0.18 0.10 0.17 ‐0.92 ‐0.10 0.08 0.41 ‐0.75 ‐0.17 0.09 0.29 ‐0.79

57 ‐0.40 0.29 0.47 ‐2.50 ‐0.53 0.32 0.50 ‐2.50 ‐0.29 0.27 0.52 ‐2.35 ‐0.35 0.27 0.53 ‐2.61

58 ‐0.38 0.34 0.80 ‐2.44 ‐0.44 0.33 0.55 ‐2.65 ‐0.24 0.30 0.67 ‐2.22 ‐0.27 0.28 0.63 ‐2.06

59 ‐0.32 0.26 0.37 ‐2.17 ‐0.38 0.24 0.25 ‐2.28 ‐0.21 0.22 0.36 ‐1.95 ‐0.26 0.21 0.28 ‐1.72

60 ‐0.25 0.18 0.27 ‐1.80 ‐0.31 0.17 0.23 ‐1.48 ‐0.17 0.16 0.31 ‐1.19 ‐0.24 0.15 0.21 ‐1.44

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.15 0.14 0.31 ‐0.92 ‐0.19 0.13 0.26 ‐0.89 ‐0.08 0.13 0.38 ‐0.80 ‐0.16 0.11 0.25 ‐0.92

63 ‐0.08 0.15 0.66 ‐0.72 ‐0.07 0.16 0.85 ‐0.88 ‐0.03 0.14 0.72 ‐0.62 ‐0.05 0.15 0.77 ‐0.91

64 ‐0.15 0.10 0.25 ‐0.69 ‐0.20 0.11 0.15 ‐1.00 ‐0.10 0.10 0.45 ‐0.72 ‐0.18 0.10 0.27 ‐0.83

Table D27 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 260o

Tap 

No #

Array A Array B Array C Array D

Page 176 of 225



Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.33 0.39 1.77 ‐2.94 ‐0.18 0.41 2.32 ‐3.32 ‐0.29 0.38 1.64 ‐2.95 ‐0.15 0.34 2.49 ‐2.43

2 ‐0.97 0.83 2.87 ‐5.62 ‐0.51 0.76 3.21 ‐4.39 ‐0.86 0.80 2.69 ‐5.58 ‐0.45 0.65 3.50 ‐4.38

3 ‐0.84 0.70 2.83 ‐4.41 ‐0.33 0.75 3.75 ‐4.06 ‐0.75 0.71 2.68 ‐4.85 ‐0.32 0.66 3.53 ‐3.74

4 ‐0.73 0.66 2.90 ‐4.26 ‐0.41 0.74 3.74 ‐3.75 ‐0.64 0.68 3.01 ‐4.23 ‐0.20 0.61 3.33 ‐3.24

5 ‐0.64 0.67 2.61 ‐3.99 ‐0.27 0.70 4.00 ‐3.56 ‐0.55 0.69 3.04 ‐3.91 ‐0.18 0.58 4.15 ‐3.57

6 ‐0.59 0.65 3.26 ‐4.09 ‐0.27 0.64 4.03 ‐3.33 ‐0.51 0.69 2.88 ‐3.99 ‐0.20 0.51 4.02 ‐3.24

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.23 0.21 0.76 ‐2.03 ‐0.19 0.16 0.95 ‐1.66 ‐0.24 0.24 0.72 ‐2.51 ‐0.19 0.14 1.06 ‐1.23

9 ‐0.22 0.45 0.96 ‐4.12 ‐0.20 0.40 1.11 ‐4.07 ‐0.12 0.37 0.97 ‐3.81 ‐0.14 0.28 0.89 ‐3.28

10 0.08 0.29 1.56 ‐1.44 0.16 0.31 1.79 ‐1.42 0.14 0.29 1.54 ‐1.33 0.18 0.27 1.59 ‐1.24

11 ‐0.07 0.24 0.83 ‐1.65 ‐0.07 0.23 0.89 ‐1.69 ‐0.01 0.24 0.93 ‐1.70 ‐0.06 0.18 0.83 ‐1.41

12 ‐0.16 0.22 0.67 ‐1.78 ‐0.18 0.21 0.87 ‐2.08 ‐0.08 0.22 0.69 ‐1.63 ‐0.17 0.17 0.78 ‐1.45

13 ‐0.13 0.22 0.77 ‐1.58 ‐0.15 0.21 0.93 ‐1.78 ‐0.06 0.23 0.88 ‐1.59 ‐0.16 0.17 0.71 ‐1.29

14 ‐0.06 0.20 0.89 ‐1.26 ‐0.06 0.22 1.22 ‐1.77 0.01 0.23 1.01 ‐1.49 ‐0.07 0.18 1.26 ‐1.35

15 0.02 0.22 1.23 ‐1.03 0.15 0.27 1.77 ‐1.24 0.09 0.25 1.36 ‐1.09 0.09 0.25 1.63 ‐0.85

16 ‐0.08 0.16 1.75 ‐0.96 ‐0.02 0.19 1.81 ‐1.12 ‐0.02 0.18 1.61 ‐1.39 ‐0.05 0.17 1.83 ‐0.96

17 ‐0.21 0.36 0.81 ‐3.10 ‐0.17 0.35 0.94 ‐2.90 ‐0.09 0.29 0.90 ‐2.40 ‐0.07 0.26 0.94 ‐2.40

18 ‐0.18 0.20 0.58 ‐1.54 0.00 0.00 0.00 0.00 ‐0.09 0.19 0.72 ‐1.27 0.00 0.00 0.00 0.00

19 ‐0.15 0.16 0.51 ‐1.23 ‐0.22 0.16 0.53 ‐1.44 ‐0.06 0.16 0.60 ‐1.07 ‐0.18 0.14 0.49 ‐1.20

20 ‐0.10 0.16 0.62 ‐1.30 ‐0.18 0.15 0.45 ‐1.41 0.00 0.16 0.65 ‐1.25 ‐0.16 0.13 0.50 ‐1.04

21 ‐0.07 0.17 0.67 ‐1.05 ‐0.12 0.16 0.66 ‐1.53 0.04 0.18 0.80 ‐1.01 ‐0.11 0.14 0.64 ‐1.00

22 ‐0.12 0.18 0.70 ‐1.29 ‐0.19 0.17 0.70 ‐1.34 ‐0.01 0.19 0.89 ‐1.15 ‐0.17 0.15 0.70 ‐1.11

23 ‐0.23 0.16 0.55 ‐1.25 ‐0.25 0.17 0.64 ‐1.37 ‐0.15 0.17 0.52 ‐1.22 ‐0.24 0.14 0.49 ‐1.16

24 ‐0.09 0.10 0.90 ‐0.66 ‐0.12 0.13 0.96 ‐1.32 ‐0.05 0.13 1.05 ‐0.95 ‐0.14 0.11 0.90 ‐0.95

25 ‐0.23 0.28 0.54 ‐2.65 ‐0.26 0.29 0.49 ‐2.48 ‐0.08 0.21 0.59 ‐1.71 ‐0.15 0.21 0.50 ‐2.06

26 ‐0.03 0.20 1.19 ‐1.30 0.00 0.21 1.01 ‐1.62 0.11 0.19 1.24 ‐1.01 0.05 0.17 1.06 ‐1.15

27 ‐0.05 0.16 0.62 ‐0.98 ‐0.05 0.16 0.53 ‐1.00 0.07 0.16 0.78 ‐0.74 ‐0.01 0.14 0.63 ‐0.82

28 ‐0.07 0.13 0.50 ‐1.01 ‐0.03 0.14 0.58 ‐1.06 0.06 0.14 0.59 ‐0.71 0.00 0.13 0.61 ‐0.82

29 ‐0.06 0.13 0.53 ‐1.05 ‐0.04 0.13 0.64 ‐0.97 0.05 0.14 0.71 ‐0.88 ‐0.02 0.12 0.61 ‐0.75

30 ‐0.04 0.12 0.56 ‐0.69 0.02 0.13 0.83 ‐0.76 0.07 0.13 0.79 ‐0.68 0.02 0.12 0.75 ‐0.64

31 0.00 0.15 1.04 ‐0.67 0.05 0.16 0.92 ‐0.67 0.12 0.18 1.36 ‐0.85 0.04 0.15 1.08 ‐0.70

32 ‐0.07 0.12 1.08 ‐0.63 ‐0.12 0.13 0.89 ‐1.04 0.00 0.15 1.17 ‐0.78 ‐0.12 0.12 0.90 ‐0.82

33 ‐0.13 0.25 0.59 ‐1.97 ‐0.13 0.25 0.77 ‐1.78 ‐0.07 0.19 0.57 ‐1.55 ‐0.07 0.19 0.65 ‐1.68

34 ‐0.18 0.21 0.54 ‐1.88 ‐0.19 0.20 0.60 ‐2.02 ‐0.15 0.18 0.57 ‐1.77 ‐0.14 0.16 0.46 ‐1.76

35 ‐0.13 0.14 0.45 ‐0.94 ‐0.05 0.14 0.57 ‐0.89 ‐0.11 0.13 0.41 ‐0.93 ‐0.04 0.12 0.60 ‐0.79

36 ‐0.04 0.13 0.48 ‐0.76 ‐0.12 0.14 0.45 ‐1.13 ‐0.02 0.12 0.48 ‐0.66 ‐0.10 0.13 0.44 ‐1.01

37 ‐0.06 0.13 0.50 ‐0.96 ‐0.04 0.13 0.60 ‐0.86 ‐0.03 0.12 0.55 ‐0.79 ‐0.04 0.12 0.56 ‐0.70

38 ‐0.07 0.14 0.64 ‐0.96 ‐0.04 0.16 0.79 ‐0.84 ‐0.01 0.14 0.63 ‐0.90 ‐0.03 0.13 0.65 ‐0.75

39 ‐0.18 0.17 0.58 ‐1.15 ‐0.14 0.16 0.71 ‐1.06 ‐0.12 0.16 0.62 ‐1.18 ‐0.14 0.14 0.74 ‐0.93

40 ‐0.10 0.11 0.79 ‐0.68 ‐0.05 0.11 0.95 ‐0.91 ‐0.05 0.12 0.86 ‐0.73 ‐0.07 0.10 1.02 ‐0.64

41 ‐0.06 0.21 0.62 ‐1.57 ‐0.18 0.20 0.81 ‐1.62 ‐0.07 0.16 0.53 ‐1.46 ‐0.11 0.15 0.50 ‐1.56

42 0.01 0.20 0.86 ‐1.55 ‐0.12 0.20 0.83 ‐1.79 ‐0.04 0.17 0.79 ‐1.38 ‐0.06 0.17 0.92 ‐1.36

43 ‐0.04 0.14 0.57 ‐0.87 ‐0.17 0.14 0.35 ‐1.20 ‐0.09 0.12 0.44 ‐0.81 ‐0.11 0.11 0.37 ‐0.84

44 ‐0.03 0.12 0.50 ‐0.69 ‐0.20 0.12 0.28 ‐0.98 ‐0.08 0.11 0.36 ‐0.70 ‐0.13 0.10 0.32 ‐0.83

45 ‐0.10 0.11 0.41 ‐0.90 ‐0.19 0.11 0.34 ‐0.91 ‐0.16 0.11 0.25 ‐0.90 ‐0.13 0.10 0.33 ‐0.82

46 ‐0.02 0.11 0.63 ‐0.74 0.00 0.00 0.00 0.00 ‐0.05 0.10 0.42 ‐0.76 0.00 0.00 0.00 0.00

47 0.08 0.15 1.10 ‐0.51 0.00 0.15 0.78 ‐0.73 0.07 0.16 0.94 ‐0.63 0.02 0.14 0.87 ‐0.55

48 ‐0.04 0.12 1.03 ‐0.60 ‐0.09 0.11 0.76 ‐1.08 ‐0.03 0.12 0.95 ‐0.66 ‐0.08 0.10 0.99 ‐0.66

49 ‐0.10 0.20 0.59 ‐1.47 ‐0.24 0.22 0.99 ‐1.80 ‐0.03 0.17 0.59 ‐1.43 ‐0.14 0.16 0.46 ‐1.59

50 ‐0.19 0.21 0.50 ‐1.90 ‐0.31 0.21 0.42 ‐1.95 ‐0.11 0.17 0.51 ‐1.60 ‐0.22 0.16 0.36 ‐1.64

51 ‐0.11 0.13 0.45 ‐1.01 ‐0.28 0.14 0.29 ‐1.26 ‐0.03 0.12 0.53 ‐0.71 ‐0.21 0.11 0.26 ‐1.01

52 ‐0.12 0.12 0.37 ‐0.79 ‐0.24 0.12 0.27 ‐0.97 ‐0.06 0.11 0.38 ‐0.69 ‐0.20 0.10 0.25 ‐0.91

53 ‐0.06 0.11 0.50 ‐0.71 ‐0.15 0.11 0.39 ‐0.82 0.00 0.11 0.45 ‐0.60 ‐0.10 0.10 0.39 ‐0.67

54 ‐0.11 0.12 0.54 ‐0.76 ‐0.19 0.12 0.41 ‐0.81 ‐0.05 0.12 0.52 ‐0.83 ‐0.13 0.11 0.45 ‐0.73

55 ‐0.16 0.15 0.71 ‐0.86 ‐0.23 0.14 0.37 ‐0.98 ‐0.11 0.14 0.58 ‐0.89 ‐0.19 0.13 0.47 ‐0.97

56 ‐0.06 0.10 0.82 ‐0.68 ‐0.11 0.10 0.66 ‐0.92 ‐0.04 0.10 0.78 ‐0.57 ‐0.10 0.09 0.81 ‐0.64

57 ‐0.09 0.18 0.65 ‐1.43 ‐0.20 0.20 1.12 ‐1.60 ‐0.03 0.14 0.49 ‐1.19 ‐0.09 0.14 0.44 ‐1.29

58 ‐0.05 0.19 1.03 ‐1.53 ‐0.13 0.19 0.65 ‐1.56 0.04 0.16 1.08 ‐0.98 ‐0.03 0.16 0.75 ‐1.21

59 ‐0.06 0.14 0.49 ‐1.05 ‐0.14 0.13 0.36 ‐1.09 0.00 0.12 0.50 ‐0.78 ‐0.07 0.11 0.38 ‐0.94

60 ‐0.06 0.12 0.46 ‐0.76 ‐0.14 0.11 0.35 ‐0.91 ‐0.01 0.10 0.44 ‐0.57 ‐0.10 0.10 0.33 ‐0.73

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.02 0.10 0.53 ‐0.54 ‐0.10 0.09 0.35 ‐0.60 0.02 0.09 0.56 ‐0.59 ‐0.08 0.09 0.40 ‐0.65

63 ‐0.02 0.12 0.86 ‐0.51 ‐0.03 0.14 0.84 ‐0.72 0.02 0.13 0.76 ‐0.60 ‐0.02 0.13 0.71 ‐0.55

64 ‐0.07 0.10 0.86 ‐0.62 ‐0.14 0.10 0.58 ‐0.88 ‐0.04 0.10 0.78 ‐0.66 ‐0.12 0.09 0.75 ‐0.65

Table D28 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 270o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.04 0.40 2.74 ‐2.31 0.16 0.48 2.99 ‐2.21 ‐0.03 0.43 2.65 ‐2.43 0.19 0.45 2.73 ‐1.64

2 ‐0.29 0.78 3.99 ‐4.69 0.10 0.82 4.20 ‐3.67 ‐0.28 0.83 3.99 ‐5.25 0.18 0.77 3.85 ‐3.48

3 ‐0.24 0.69 3.80 ‐3.68 0.28 0.80 4.12 ‐3.77 ‐0.23 0.76 3.83 ‐4.04 0.29 0.78 4.08 ‐3.08

4 ‐0.14 0.65 3.77 ‐3.25 0.20 0.83 4.40 ‐3.34 ‐0.13 0.73 3.75 ‐3.52 0.37 0.73 4.35 ‐2.84

5 ‐0.04 0.63 3.74 ‐3.23 0.31 0.79 4.48 ‐3.39 ‐0.04 0.74 4.23 ‐3.63 0.37 0.71 4.09 ‐2.61

6 0.04 0.60 3.74 ‐3.07 0.31 0.81 5.62 ‐3.00 0.02 0.74 4.74 ‐3.57 0.34 0.69 4.52 ‐2.67

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 ‐0.05 0.18 1.21 ‐1.12 ‐0.04 0.23 1.72 ‐0.89 ‐0.07 0.23 1.67 ‐1.83 ‐0.06 0.20 1.59 ‐0.89

9 0.01 0.19 1.08 ‐2.05 0.01 0.19 1.08 ‐2.43 0.07 0.18 1.03 ‐2.13 0.02 0.13 1.11 ‐1.77

10 0.20 0.24 1.45 ‐0.87 0.27 0.27 1.70 ‐1.04 0.27 0.26 1.65 ‐1.11 0.28 0.26 1.69 ‐0.49

11 0.07 0.19 1.07 ‐1.01 0.08 0.20 1.29 ‐1.23 0.15 0.21 1.27 ‐1.23 0.08 0.17 1.28 ‐0.78

12 0.00 0.17 1.00 ‐0.96 0.00 0.21 1.62 ‐1.34 0.08 0.20 1.21 ‐1.39 ‐0.02 0.18 1.18 ‐0.97

13 0.03 0.19 1.04 ‐0.95 0.02 0.21 1.42 ‐1.14 0.10 0.22 1.32 ‐1.30 0.00 0.19 1.10 ‐0.89

14 0.08 0.20 1.45 ‐0.66 0.14 0.27 2.15 ‐1.03 0.16 0.24 1.82 ‐1.21 0.10 0.24 1.96 ‐0.75

15 0.11 0.23 1.64 ‐0.61 0.34 0.36 2.74 ‐0.71 0.24 0.29 2.22 ‐0.84 0.23 0.32 2.52 ‐0.71

16 0.12 0.29 3.19 ‐0.59 0.21 0.39 3.72 ‐0.70 0.18 0.36 3.94 ‐0.94 0.14 0.33 3.09 ‐0.69

17 0.01 0.17 0.82 ‐1.56 0.03 0.17 0.78 ‐1.88 0.07 0.16 0.90 ‐1.59 0.08 0.13 0.76 ‐1.30

18 ‐0.04 0.17 0.92 ‐0.92 0.00 0.00 0.00 0.00 0.03 0.18 0.94 ‐0.92 0.00 0.00 0.00 0.00

19 ‐0.03 0.14 0.88 ‐0.85 ‐0.10 0.15 0.72 ‐1.03 0.04 0.16 0.86 ‐0.97 ‐0.07 0.14 0.69 ‐0.92

20 0.03 0.15 0.84 ‐0.67 ‐0.05 0.15 0.80 ‐1.00 0.13 0.17 1.01 ‐0.83 ‐0.04 0.14 0.65 ‐0.95

21 0.07 0.16 1.02 ‐0.61 0.01 0.16 0.96 ‐0.87 0.17 0.19 1.29 ‐0.73 0.02 0.16 0.83 ‐0.77

22 0.05 0.18 1.05 ‐0.74 ‐0.03 0.18 1.11 ‐1.05 0.15 0.21 1.36 ‐0.83 ‐0.03 0.17 0.88 ‐0.87

23 ‐0.07 0.16 1.01 ‐0.79 ‐0.13 0.18 1.44 ‐1.03 ‐0.04 0.18 1.49 ‐1.14 ‐0.13 0.15 1.05 ‐1.00

24 0.04 0.19 1.53 ‐0.54 0.03 0.24 1.85 ‐0.76 0.08 0.24 2.02 ‐0.85 ‐0.01 0.21 1.52 ‐0.68

25 ‐0.05 0.14 0.60 ‐1.26 ‐0.07 0.15 0.49 ‐1.71 0.05 0.13 0.77 ‐1.18 ‐0.02 0.11 0.52 ‐1.17

26 0.09 0.17 1.40 ‐0.72 0.10 0.17 1.19 ‐0.65 0.22 0.19 1.64 ‐0.55 0.15 0.18 1.54 ‐0.54

27 0.06 0.14 0.79 ‐0.60 0.07 0.13 0.70 ‐0.69 0.19 0.16 1.01 ‐0.57 0.11 0.13 0.75 ‐0.60

28 0.03 0.12 0.75 ‐0.55 0.08 0.14 0.83 ‐0.70 0.16 0.14 1.04 ‐0.46 0.11 0.14 0.86 ‐0.63

29 0.05 0.13 0.95 ‐0.64 0.07 0.14 0.88 ‐0.70 0.17 0.16 1.13 ‐0.47 0.09 0.13 0.79 ‐0.58

30 0.05 0.15 1.10 ‐0.52 0.13 0.16 1.30 ‐0.50 0.18 0.18 1.44 ‐0.48 0.13 0.16 1.12 ‐0.47

31 0.09 0.19 1.33 ‐0.54 0.15 0.21 1.52 ‐0.51 0.23 0.24 2.06 ‐0.55 0.14 0.21 1.42 ‐0.54

32 0.08 0.22 1.85 ‐0.65 0.03 0.21 1.65 ‐0.75 0.19 0.30 2.51 ‐0.61 0.02 0.19 1.34 ‐0.84

33 0.03 0.13 0.63 ‐1.11 0.02 0.14 0.61 ‐1.24 0.04 0.12 0.70 ‐0.95 0.04 0.11 0.61 ‐0.96

34 ‐0.05 0.14 0.73 ‐0.96 ‐0.06 0.14 0.55 ‐1.03 ‐0.06 0.14 0.68 ‐0.89 ‐0.03 0.13 0.59 ‐0.94

35 ‐0.03 0.12 0.71 ‐0.70 0.04 0.13 0.74 ‐0.54 ‐0.04 0.13 0.59 ‐0.67 0.05 0.13 0.75 ‐0.56

36 0.05 0.12 0.84 ‐0.58 ‐0.01 0.13 0.66 ‐0.86 0.07 0.13 0.83 ‐0.54 0.02 0.13 0.65 ‐0.91

37 0.05 0.13 0.88 ‐0.62 0.06 0.14 0.79 ‐0.58 0.08 0.14 0.92 ‐0.54 0.07 0.13 0.74 ‐0.61

38 0.05 0.15 0.93 ‐0.61 0.09 0.16 1.07 ‐0.56 0.11 0.17 1.13 ‐0.56 0.10 0.15 0.97 ‐0.56

39 ‐0.04 0.16 1.02 ‐0.82 0.00 0.18 1.35 ‐0.74 0.00 0.18 1.45 ‐0.94 ‐0.01 0.16 1.15 ‐0.78

40 0.01 0.18 1.33 ‐0.66 0.05 0.18 1.75 ‐0.62 0.08 0.22 1.90 ‐0.63 0.03 0.16 1.38 ‐0.59

41 0.07 0.12 0.60 ‐0.97 ‐0.05 0.11 0.49 ‐1.15 0.03 0.10 0.56 ‐0.88 ‐0.01 0.10 0.50 ‐0.88

42 0.12 0.15 1.11 ‐0.71 0.01 0.16 1.04 ‐0.89 0.06 0.16 1.37 ‐0.62 0.05 0.17 1.30 ‐0.74

43 0.06 0.12 0.70 ‐0.58 ‐0.06 0.12 0.59 ‐0.83 0.00 0.12 0.62 ‐0.61 ‐0.01 0.11 0.57 ‐0.58

44 0.06 0.12 0.85 ‐0.52 ‐0.11 0.11 0.49 ‐0.74 0.01 0.11 0.62 ‐0.54 ‐0.04 0.11 0.51 ‐0.72

45 ‐0.01 0.11 0.72 ‐0.68 ‐0.09 0.11 0.51 ‐0.71 ‐0.08 0.12 0.57 ‐0.76 ‐0.04 0.11 0.55 ‐0.67

46 0.07 0.13 0.89 ‐0.61 0.00 0.00 0.00 0.00 0.05 0.14 0.98 ‐0.56 0.00 0.00 0.00 0.00

47 0.13 0.18 1.29 ‐0.49 0.04 0.17 1.05 ‐0.54 0.14 0.20 1.31 ‐0.46 0.07 0.17 1.13 ‐0.54

48 0.09 0.20 1.55 ‐0.59 0.01 0.17 1.23 ‐0.61 0.10 0.21 1.60 ‐0.56 0.03 0.17 1.20 ‐0.64

49 0.02 0.11 0.52 ‐1.01 ‐0.10 0.12 0.34 ‐1.29 0.07 0.11 0.69 ‐0.90 ‐0.04 0.09 0.49 ‐1.02

50 ‐0.05 0.14 0.73 ‐1.09 ‐0.18 0.14 0.44 ‐1.38 ‐0.01 0.14 0.74 ‐0.72 ‐0.12 0.12 0.44 ‐1.04

51 ‐0.01 0.11 0.75 ‐0.57 ‐0.18 0.12 0.48 ‐0.91 0.04 0.12 0.71 ‐0.54 ‐0.13 0.11 0.42 ‐0.76

52 ‐0.03 0.11 0.78 ‐0.62 ‐0.15 0.11 0.42 ‐0.77 0.03 0.12 0.73 ‐0.56 ‐0.11 0.11 0.43 ‐0.77

53 0.03 0.12 0.94 ‐0.50 ‐0.06 0.11 0.55 ‐0.62 0.08 0.12 0.80 ‐0.49 ‐0.01 0.11 0.61 ‐0.65

54 0.00 0.13 0.82 ‐0.73 ‐0.09 0.12 0.61 ‐0.65 0.04 0.14 0.96 ‐0.52 ‐0.03 0.13 0.74 ‐0.66

55 ‐0.03 0.15 0.95 ‐0.68 ‐0.12 0.14 0.78 ‐0.89 ‐0.02 0.16 1.20 ‐0.77 ‐0.08 0.14 0.88 ‐0.86

56 0.04 0.18 1.33 ‐0.69 ‐0.03 0.14 1.29 ‐0.73 0.05 0.16 1.39 ‐0.55 ‐0.02 0.13 1.08 ‐0.61

57 0.02 0.10 0.45 ‐0.81 ‐0.07 0.11 0.33 ‐1.16 0.05 0.10 0.59 ‐0.84 ‐0.01 0.09 0.40 ‐0.88

58 0.07 0.14 0.91 ‐0.71 0.00 0.14 0.90 ‐0.83 0.14 0.15 1.12 ‐0.52 0.08 0.14 0.86 ‐0.66

59 0.05 0.11 0.76 ‐0.51 ‐0.03 0.11 0.44 ‐0.68 0.10 0.12 0.72 ‐0.46 0.04 0.11 0.54 ‐0.52

60 0.04 0.11 0.76 ‐0.57 ‐0.05 0.10 0.47 ‐0.66 0.08 0.11 0.72 ‐0.46 0.00 0.10 0.56 ‐0.63

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.07 0.11 0.79 ‐0.50 ‐0.03 0.10 0.62 ‐0.50 0.12 0.12 0.89 ‐0.41 ‐0.01 0.11 0.74 ‐0.58

63 0.03 0.14 0.92 ‐0.60 ‐0.01 0.14 0.76 ‐0.56 0.06 0.15 1.01 ‐0.61 0.01 0.14 0.86 ‐0.51

64 0.04 0.17 1.30 ‐0.57 ‐0.06 0.14 1.15 ‐0.71 0.06 0.17 1.32 ‐0.62 ‐0.03 0.14 0.98 ‐0.66

Table D29 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 280o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.34 0.49 2.95 ‐2.07 0.54 0.57 3.18 ‐1.43 0.39 0.52 3.03 ‐1.90 0.57 0.52 3.09 ‐0.95

2 0.43 0.86 4.46 ‐3.46 0.77 0.88 4.77 ‐2.81 0.50 0.92 4.66 ‐3.36 0.85 0.81 4.22 ‐2.15

3 0.41 0.79 4.44 ‐3.14 0.94 0.87 5.42 ‐3.00 0.50 0.87 4.64 ‐3.03 0.98 0.82 4.96 ‐1.94

4 0.48 0.75 5.04 ‐2.84 0.90 0.91 5.31 ‐2.81 0.59 0.84 4.76 ‐2.97 1.07 0.80 5.03 ‐1.59

5 0.59 0.79 5.44 ‐3.02 1.04 0.93 5.36 ‐2.52 0.71 0.89 5.59 ‐3.21 1.14 0.86 5.25 ‐1.33

6 0.64 0.75 5.62 ‐2.27 1.19 1.12 6.95 ‐2.72 0.75 0.87 5.28 ‐3.26 1.18 0.99 6.31 ‐1.16

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.19 0.30 3.46 ‐0.91 0.29 0.40 2.62 ‐0.71 0.20 0.33 2.17 ‐1.16 0.24 0.33 2.69 ‐0.72

9 0.10 0.13 1.09 ‐0.94 0.12 0.16 1.24 ‐1.19 0.16 0.14 1.24 ‐0.64 0.11 0.15 1.26 ‐0.63

10 0.28 0.24 1.69 ‐0.82 0.35 0.27 1.96 ‐0.76 0.40 0.26 1.73 ‐0.57 0.34 0.26 1.85 ‐0.56

11 0.23 0.20 1.44 ‐0.82 0.28 0.27 1.98 ‐0.93 0.34 0.23 1.60 ‐0.54 0.28 0.24 1.86 ‐0.50

12 0.18 0.21 1.60 ‐0.78 0.24 0.29 2.07 ‐1.04 0.30 0.23 1.54 ‐0.70 0.22 0.25 1.81 ‐0.54

13 0.23 0.24 1.82 ‐0.77 0.27 0.29 2.09 ‐1.02 0.34 0.27 1.77 ‐0.52 0.25 0.24 1.62 ‐0.58

14 0.30 0.29 2.28 ‐0.67 0.50 0.44 3.52 ‐0.81 0.44 0.34 2.50 ‐0.52 0.43 0.37 2.66 ‐0.53

15 0.38 0.36 2.54 ‐0.57 0.73 0.52 3.37 ‐0.62 0.54 0.40 2.90 ‐0.51 0.61 0.45 2.87 ‐0.49

16 0.54 0.61 4.45 ‐0.53 0.87 0.80 4.93 ‐0.58 0.73 0.74 5.15 ‐0.80 0.70 0.68 4.14 ‐0.46

17 0.11 0.13 0.81 ‐0.88 0.13 0.13 0.92 ‐1.02 0.18 0.14 0.90 ‐0.53 0.16 0.13 1.00 ‐0.53

18 0.10 0.18 1.10 ‐0.78 0.00 0.00 0.00 0.00 0.18 0.20 1.20 ‐0.57 0.00 0.00 0.00 0.00

19 0.09 0.17 1.21 ‐0.68 0.05 0.18 1.14 ‐1.09 0.19 0.19 1.16 ‐0.50 0.09 0.16 0.96 ‐0.60

20 0.18 0.18 1.38 ‐0.64 0.10 0.18 1.03 ‐0.94 0.31 0.20 1.30 ‐0.48 0.14 0.18 1.11 ‐0.51

21 0.24 0.21 1.51 ‐0.58 0.20 0.21 1.29 ‐0.84 0.38 0.24 1.63 ‐0.33 0.23 0.20 1.27 ‐0.39

22 0.26 0.25 1.89 ‐0.70 0.20 0.25 1.54 ‐0.92 0.40 0.27 1.85 ‐0.45 0.20 0.22 1.47 ‐0.49

23 0.18 0.27 2.31 ‐0.81 0.11 0.32 2.13 ‐0.92 0.17 0.27 2.43 ‐0.63 0.08 0.24 2.15 ‐0.64

24 0.34 0.37 3.29 ‐0.61 0.41 0.42 2.68 ‐0.68 0.42 0.42 2.94 ‐0.65 0.35 0.38 2.20 ‐0.53

25 0.04 0.11 0.86 ‐0.74 0.00 0.10 0.59 ‐0.96 0.13 0.11 0.98 ‐0.49 0.04 0.09 0.69 ‐0.66

26 0.23 0.21 1.52 ‐0.53 0.20 0.20 1.38 ‐0.67 0.36 0.24 1.88 ‐0.39 0.29 0.21 1.70 ‐0.34

27 0.19 0.16 1.07 ‐0.49 0.19 0.15 0.95 ‐0.60 0.34 0.19 1.26 ‐0.31 0.27 0.15 1.00 ‐0.35

28 0.16 0.16 1.16 ‐0.54 0.23 0.18 1.11 ‐0.63 0.32 0.18 1.34 ‐0.35 0.28 0.17 1.08 ‐0.38

29 0.21 0.19 1.36 ‐0.62 0.24 0.20 1.36 ‐0.64 0.35 0.21 1.51 ‐0.35 0.28 0.18 1.26 ‐0.30

30 0.25 0.23 1.56 ‐0.55 0.35 0.27 1.84 ‐0.50 0.41 0.27 1.78 ‐0.26 0.36 0.25 1.60 ‐0.27

31 0.31 0.28 1.83 ‐0.49 0.40 0.31 1.98 ‐0.47 0.50 0.33 2.26 ‐0.38 0.41 0.30 1.83 ‐0.35

32 0.44 0.41 3.13 ‐0.58 0.36 0.34 2.03 ‐0.66 0.62 0.48 3.39 ‐0.44 0.35 0.32 1.83 ‐0.57

33 0.11 0.10 0.68 ‐0.66 0.09 0.10 0.67 ‐0.66 0.12 0.10 0.66 ‐0.37 0.10 0.10 0.75 ‐0.47

34 0.03 0.14 0.82 ‐0.68 0.05 0.14 0.81 ‐0.86 0.04 0.15 0.77 ‐0.56 0.09 0.14 0.82 ‐0.49

35 0.07 0.15 1.02 ‐0.61 0.14 0.16 0.95 ‐0.61 0.07 0.16 0.93 ‐0.59 0.18 0.15 1.00 ‐0.40

36 0.18 0.16 1.14 ‐0.57 0.14 0.17 1.05 ‐0.75 0.22 0.17 1.14 ‐0.44 0.19 0.17 1.06 ‐0.47

37 0.20 0.18 1.25 ‐0.48 0.21 0.19 1.23 ‐0.61 0.26 0.19 1.28 ‐0.36 0.25 0.17 1.21 ‐0.32

38 0.25 0.22 1.56 ‐0.47 0.29 0.24 1.46 ‐0.54 0.33 0.23 1.56 ‐0.34 0.31 0.22 1.50 ‐0.32

39 0.22 0.26 1.96 ‐0.69 0.24 0.30 1.69 ‐0.65 0.22 0.28 1.74 ‐0.53 0.22 0.27 1.74 ‐0.45

40 0.31 0.32 2.26 ‐0.68 0.30 0.31 2.02 ‐0.53 0.35 0.33 2.19 ‐0.41 0.27 0.28 1.77 ‐0.40

41 0.13 0.10 0.74 ‐0.52 0.02 0.09 0.67 ‐0.69 0.10 0.09 0.74 ‐0.39 0.06 0.09 0.67 ‐0.49

42 0.23 0.18 1.37 ‐0.66 0.13 0.20 1.41 ‐0.69 0.18 0.19 1.31 ‐0.41 0.21 0.20 1.43 ‐0.52

43 0.17 0.13 0.91 ‐0.49 0.06 0.14 0.74 ‐0.67 0.13 0.14 0.82 ‐0.38 0.14 0.14 0.84 ‐0.47

44 0.18 0.15 1.02 ‐0.47 0.02 0.15 0.79 ‐0.69 0.15 0.16 0.96 ‐0.45 0.12 0.14 0.94 ‐0.42

45 0.13 0.16 1.08 ‐0.49 0.06 0.17 0.85 ‐0.66 0.08 0.17 0.96 ‐0.57 0.14 0.16 1.00 ‐0.46

46 0.25 0.20 1.42 ‐0.37 0.00 0.00 0.00 0.00 0.24 0.21 1.39 ‐0.37 0.00 0.00 0.00 0.00

47 0.29 0.23 1.87 ‐0.35 0.18 0.21 1.34 ‐0.45 0.32 0.25 1.58 ‐0.39 0.25 0.22 1.39 ‐0.35

48 0.38 0.33 2.18 ‐0.66 0.23 0.25 1.65 ‐0.46 0.35 0.28 1.88 ‐0.35 0.27 0.25 1.53 ‐0.42

49 0.08 0.09 0.61 ‐0.52 ‐0.03 0.08 0.41 ‐0.72 0.14 0.09 0.62 ‐0.28 0.02 0.08 0.48 ‐0.49

50 0.04 0.14 0.81 ‐0.59 ‐0.08 0.13 0.59 ‐0.86 0.09 0.15 0.78 ‐0.42 ‐0.01 0.13 0.63 ‐0.61

51 0.08 0.14 0.89 ‐0.50 ‐0.08 0.14 0.64 ‐0.79 0.14 0.16 0.91 ‐0.38 0.00 0.14 0.72 ‐0.54

52 0.10 0.16 1.00 ‐0.54 ‐0.03 0.15 0.73 ‐0.72 0.16 0.17 1.18 ‐0.44 0.04 0.15 0.73 ‐0.50

53 0.17 0.16 1.14 ‐0.38 0.07 0.15 0.86 ‐0.55 0.22 0.17 1.12 ‐0.32 0.15 0.16 0.94 ‐0.42

54 0.16 0.18 1.30 ‐0.46 0.06 0.17 0.98 ‐0.61 0.21 0.19 1.30 ‐0.40 0.15 0.17 1.16 ‐0.45

55 0.18 0.23 1.55 ‐0.60 0.03 0.20 1.21 ‐0.77 0.15 0.23 1.50 ‐0.45 0.09 0.20 1.26 ‐0.53

56 0.29 0.29 2.07 ‐0.61 0.14 0.22 1.57 ‐0.52 0.21 0.22 1.72 ‐0.32 0.15 0.21 1.37 ‐0.42

57 0.08 0.08 0.60 ‐0.45 ‐0.02 0.07 0.35 ‐0.71 0.12 0.09 0.65 ‐0.25 0.04 0.07 0.43 ‐0.52

58 0.17 0.15 1.10 ‐0.44 0.10 0.15 0.91 ‐0.59 0.26 0.17 1.16 ‐0.34 0.21 0.17 1.05 ‐0.33

59 0.16 0.13 0.89 ‐0.40 0.08 0.12 0.77 ‐0.59 0.22 0.14 0.96 ‐0.33 0.18 0.14 0.93 ‐0.35

60 0.17 0.14 0.94 ‐0.40 0.05 0.13 0.73 ‐0.54 0.21 0.14 0.98 ‐0.31 0.14 0.14 0.90 ‐0.35

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.23 0.17 1.17 ‐0.28 0.08 0.14 0.94 ‐0.55 0.26 0.16 1.22 ‐0.34 0.14 0.16 1.00 ‐0.38

63 0.16 0.19 1.33 ‐0.39 0.05 0.15 1.01 ‐0.45 0.15 0.17 1.10 ‐0.39 0.11 0.16 1.09 ‐0.37

64 0.28 0.27 1.83 ‐0.72 0.08 0.18 1.23 ‐0.48 0.22 0.20 1.38 ‐0.33 0.13 0.18 1.40 ‐0.43

Table D30 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 290o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.69 0.54 3.40 ‐1.51 0.84 0.55 3.67 ‐0.67 0.84 0.59 3.92 ‐1.33 0.94 0.52 4.24 ‐0.59

2 1.04 0.86 5.20 ‐2.64 1.26 0.80 5.13 ‐1.32 1.26 0.96 5.61 ‐2.30 1.44 0.76 5.17 ‐1.11

3 1.06 0.86 4.90 ‐2.14 1.51 0.85 5.50 ‐1.26 1.28 0.96 5.31 ‐2.23 1.63 0.79 5.71 ‐1.01

4 1.18 0.90 5.56 ‐1.99 1.46 0.85 5.46 ‐1.36 1.40 0.97 6.03 ‐2.04 1.81 0.83 5.89 ‐0.75

5 1.41 1.05 7.07 ‐2.02 1.79 1.02 6.79 ‐0.97 1.65 1.15 7.54 ‐1.86 2.11 1.02 6.62 ‐0.47

6 1.24 0.85 5.98 ‐1.73 2.12 1.25 8.26 ‐0.64 1.54 1.02 6.86 ‐1.54 2.32 1.25 7.80 ‐0.39

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 0.55 0.46 4.53 ‐0.67 0.77 0.57 6.33 ‐0.58 0.62 0.47 3.90 ‐0.60 0.70 0.51 4.64 ‐0.48

9 0.20 0.20 1.91 ‐0.66 0.27 0.25 1.69 ‐0.41 0.26 0.20 1.60 ‐0.35 0.27 0.24 1.81 ‐0.48

10 0.46 0.31 2.40 ‐0.66 0.55 0.35 2.57 ‐0.41 0.60 0.32 2.47 ‐0.42 0.61 0.35 2.51 ‐0.37

11 0.44 0.28 2.07 ‐0.48 0.58 0.39 2.75 ‐0.41 0.59 0.30 2.36 ‐0.55 0.67 0.38 2.60 ‐0.30

12 0.40 0.27 2.02 ‐0.53 0.54 0.37 2.70 ‐0.53 0.55 0.29 2.30 ‐0.62 0.59 0.35 2.56 ‐0.45

13 0.49 0.32 2.49 ‐0.53 0.60 0.39 2.87 ‐0.52 0.67 0.37 3.00 ‐0.54 0.63 0.37 2.63 ‐0.36

14 0.64 0.41 3.22 ‐0.41 0.99 0.58 4.00 ‐0.43 0.87 0.50 3.85 ‐0.37 0.99 0.55 3.84 ‐0.26

15 0.78 0.48 3.76 ‐0.35 1.24 0.63 4.34 ‐0.34 1.04 0.56 4.32 ‐0.33 1.22 0.60 4.19 ‐0.18

16 1.35 0.92 6.15 ‐0.32 1.79 0.97 6.47 ‐0.37 1.78 1.08 7.71 ‐0.26 1.72 1.04 6.18 ‐0.12

17 0.21 0.16 1.16 ‐0.33 0.23 0.16 1.19 ‐0.39 0.29 0.17 1.23 ‐0.24 0.30 0.18 1.20 ‐0.38

18 0.27 0.22 1.60 ‐0.50 0.00 0.00 0.00 0.00 0.37 0.24 1.58 ‐0.44 0.00 0.00 0.00 0.00

19 0.23 0.21 1.45 ‐0.49 0.21 0.22 1.30 ‐0.56 0.35 0.22 1.57 ‐0.49 0.28 0.22 1.49 ‐0.49

20 0.36 0.24 1.78 ‐0.51 0.30 0.25 1.55 ‐0.56 0.53 0.26 1.99 ‐0.59 0.39 0.25 1.71 ‐0.34

21 0.44 0.28 2.09 ‐0.48 0.44 0.28 1.92 ‐0.37 0.66 0.31 2.33 ‐0.29 0.53 0.27 1.74 ‐0.22

22 0.57 0.36 2.69 ‐0.41 0.51 0.35 2.56 ‐0.57 0.74 0.37 2.94 ‐0.27 0.56 0.33 2.22 ‐0.29

23 0.59 0.46 3.22 ‐0.47 0.57 0.54 3.42 ‐0.64 0.57 0.50 3.60 ‐0.43 0.52 0.48 3.00 ‐0.43

24 0.87 0.58 4.42 ‐0.35 0.89 0.52 3.71 ‐0.43 0.98 0.58 4.50 ‐0.33 0.91 0.51 3.43 ‐0.25

25 0.10 0.13 1.17 ‐0.48 0.04 0.11 0.73 ‐0.49 0.18 0.14 1.07 ‐0.33 0.10 0.12 0.77 ‐0.46

26 0.38 0.26 2.09 ‐0.37 0.34 0.24 1.60 ‐0.36 0.55 0.31 2.43 ‐0.28 0.52 0.28 2.22 ‐0.37

27 0.35 0.20 1.53 ‐0.43 0.35 0.20 1.31 ‐0.35 0.54 0.23 1.84 ‐0.30 0.50 0.20 1.46 ‐0.16

28 0.35 0.23 1.67 ‐0.38 0.42 0.24 1.62 ‐0.33 0.54 0.25 2.00 ‐0.41 0.55 0.24 1.63 ‐0.13

29 0.45 0.28 2.14 ‐0.42 0.49 0.29 2.05 ‐0.31 0.63 0.30 2.35 ‐0.27 0.58 0.27 1.91 ‐0.13

30 0.54 0.31 2.23 ‐0.34 0.66 0.34 2.35 ‐0.39 0.75 0.36 2.83 ‐0.27 0.76 0.37 2.43 ‐0.12

31 0.62 0.35 2.60 ‐0.32 0.69 0.35 2.61 ‐0.39 0.83 0.38 2.91 ‐0.27 0.81 0.39 2.74 ‐0.15

32 0.99 0.56 4.22 ‐0.39 0.69 0.37 2.62 ‐0.34 1.13 0.54 4.16 ‐0.27 0.77 0.38 2.52 ‐0.18

33 0.16 0.10 0.77 ‐0.32 0.14 0.11 0.69 ‐0.28 0.19 0.11 0.76 ‐0.26 0.19 0.11 0.76 ‐0.21

34 0.11 0.16 1.02 ‐0.51 0.14 0.16 0.97 ‐0.41 0.14 0.18 1.07 ‐0.58 0.23 0.17 1.09 ‐0.41

35 0.20 0.20 1.48 ‐0.58 0.27 0.22 1.40 ‐0.42 0.24 0.22 1.47 ‐0.59 0.38 0.22 1.40 ‐0.28

36 0.37 0.23 1.79 ‐0.55 0.34 0.24 1.60 ‐0.45 0.44 0.25 1.83 ‐0.49 0.45 0.24 1.52 ‐0.34

37 0.43 0.25 1.91 ‐0.52 0.43 0.26 1.78 ‐0.30 0.50 0.27 2.06 ‐0.35 0.53 0.26 1.74 ‐0.17

38 0.54 0.30 2.22 ‐0.34 0.54 0.29 2.11 ‐0.42 0.59 0.31 2.31 ‐0.26 0.65 0.32 2.14 ‐0.10

39 0.57 0.37 2.53 ‐0.51 0.53 0.35 2.29 ‐0.47 0.53 0.37 2.39 ‐0.38 0.60 0.37 2.33 ‐0.25

40 0.74 0.43 2.99 ‐0.37 0.56 0.34 2.45 ‐0.29 0.65 0.36 2.54 ‐0.35 0.59 0.34 2.26 ‐0.20

41 0.18 0.11 0.89 ‐0.33 0.09 0.11 0.76 ‐0.38 0.18 0.12 0.83 ‐0.31 0.16 0.12 0.80 ‐0.30

42 0.34 0.20 1.38 ‐0.42 0.28 0.22 1.46 ‐0.51 0.35 0.24 1.45 ‐0.50 0.42 0.24 1.89 ‐0.31

43 0.31 0.17 1.21 ‐0.37 0.22 0.18 1.13 ‐0.49 0.31 0.19 1.28 ‐0.40 0.36 0.19 1.28 ‐0.20

44 0.37 0.21 1.48 ‐0.46 0.21 0.21 1.27 ‐0.51 0.35 0.22 1.68 ‐0.52 0.35 0.21 1.37 ‐0.24

45 0.36 0.23 1.54 ‐0.37 0.26 0.22 1.37 ‐0.52 0.28 0.23 1.49 ‐0.59 0.40 0.24 1.58 ‐0.24

46 0.51 0.26 1.75 ‐0.31 0.00 0.00 0.00 0.00 0.45 0.25 1.76 ‐0.30 0.00 0.00 0.00 0.00

47 0.58 0.31 2.29 ‐0.30 0.28 0.21 1.47 ‐0.41 0.46 0.24 1.88 ‐0.29 0.43 0.23 1.68 ‐0.22

48 0.76 0.39 2.80 ‐0.27 0.38 0.26 1.84 ‐0.33 0.53 0.27 1.96 ‐0.19 0.49 0.26 1.89 ‐0.13

49 0.13 0.09 0.71 ‐0.28 0.03 0.09 0.47 ‐0.46 0.21 0.11 0.85 ‐0.25 0.10 0.10 0.59 ‐0.32

50 0.15 0.17 0.97 ‐0.42 0.03 0.17 0.87 ‐0.59 0.22 0.19 1.25 ‐0.41 0.13 0.18 0.95 ‐0.40

51 0.22 0.20 1.24 ‐0.47 0.07 0.20 1.09 ‐0.65 0.30 0.22 1.60 ‐0.49 0.19 0.20 1.11 ‐0.48

52 0.30 0.21 1.32 ‐0.47 0.13 0.20 1.12 ‐0.57 0.33 0.23 1.59 ‐0.50 0.24 0.21 1.29 ‐0.36

53 0.38 0.21 1.44 ‐0.26 0.21 0.19 1.24 ‐0.40 0.39 0.22 1.58 ‐0.29 0.36 0.22 1.55 ‐0.20

54 0.40 0.24 1.65 ‐0.30 0.18 0.19 1.34 ‐0.47 0.35 0.22 1.56 ‐0.26 0.33 0.21 1.52 ‐0.20

55 0.49 0.31 2.14 ‐0.34 0.16 0.20 1.30 ‐0.49 0.31 0.23 1.61 ‐0.38 0.27 0.22 1.38 ‐0.31

56 0.65 0.36 2.95 ‐0.29 0.26 0.23 1.69 ‐0.37 0.34 0.23 1.71 ‐0.25 0.33 0.23 1.59 ‐0.19

57 0.13 0.09 0.59 ‐0.30 0.03 0.08 0.46 ‐0.46 0.19 0.11 0.87 ‐0.26 0.12 0.10 0.64 ‐0.25

58 0.26 0.15 1.15 ‐0.33 0.20 0.17 1.03 ‐0.42 0.38 0.20 1.44 ‐0.35 0.37 0.21 1.45 ‐0.27

59 0.30 0.16 1.12 ‐0.33 0.18 0.15 0.98 ‐0.38 0.35 0.18 1.36 ‐0.42 0.35 0.19 1.27 ‐0.18

60 0.34 0.18 1.29 ‐0.28 0.16 0.16 1.00 ‐0.41 0.33 0.19 1.39 ‐0.38 0.30 0.20 1.38 ‐0.29

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.44 0.21 1.55 ‐0.13 0.13 0.14 1.06 ‐0.42 0.33 0.15 1.24 ‐0.18 0.25 0.17 1.31 ‐0.20

63 0.39 0.25 1.74 ‐0.32 0.07 0.14 0.92 ‐0.37 0.17 0.15 1.15 ‐0.34 0.17 0.15 1.09 ‐0.32

64 0.59 0.33 2.39 ‐0.25 0.14 0.17 1.17 ‐0.53 0.30 0.19 1.42 ‐0.22 0.24 0.18 1.38 ‐0.28

Table D31 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 300o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.91 0.48 3.57 ‐0.75 0.93 0.45 3.30 ‐0.59 1.09 0.52 3.73 ‐0.58 1.12 0.47 4.14 ‐0.34

2 1.38 0.72 5.11 ‐1.24 1.44 0.66 5.11 ‐1.00 1.67 0.78 5.77 ‐1.45 1.69 0.64 5.09 ‐0.45

3 1.56 0.81 5.57 ‐0.96 1.92 0.80 5.67 ‐0.59 1.85 0.83 5.78 ‐1.23 2.04 0.72 5.59 ‐0.60

4 1.83 0.93 6.19 ‐0.87 1.80 0.75 6.20 ‐0.75 2.14 0.94 6.54 ‐1.02 2.40 0.82 6.00 ‐0.09

5 2.13 1.11 7.57 ‐0.79 2.45 1.01 7.21 ‐0.44 2.58 1.17 7.45 ‐1.23 2.98 1.04 7.29 0.00

6 1.62 0.88 6.75 ‐0.71 2.87 1.19 8.76 ‐0.25 2.04 0.98 6.89 ‐0.86 3.30 1.28 9.06 ‐0.04

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 1.20 0.96 9.13 ‐0.35 1.46 1.02 9.70 ‐0.24 1.12 0.70 7.87 ‐0.39 1.27 0.69 7.88 ‐0.27

9 0.39 0.29 2.00 ‐0.44 0.45 0.29 1.81 ‐0.41 0.44 0.28 1.99 ‐0.36 0.53 0.31 2.03 ‐0.48

10 0.71 0.36 2.57 ‐0.24 0.81 0.40 2.82 ‐0.32 0.88 0.39 2.77 ‐0.18 0.98 0.42 3.01 ‐0.14

11 0.65 0.32 2.64 ‐0.29 0.90 0.43 3.16 ‐0.31 0.84 0.34 2.40 ‐0.28 1.13 0.45 3.17 ‐0.11

12 0.64 0.34 2.62 ‐0.30 0.83 0.41 2.97 ‐0.32 0.81 0.35 2.58 ‐0.25 0.99 0.42 3.00 ‐0.14

13 0.81 0.41 3.03 ‐0.23 0.97 0.49 3.50 ‐0.22 1.02 0.44 3.17 ‐0.18 1.10 0.48 3.54 ‐0.14

14 1.07 0.51 3.68 ‐0.17 1.43 0.61 4.46 ‐0.18 1.33 0.55 3.93 ‐0.11 1.61 0.63 4.71 ‐0.08

15 1.32 0.63 4.80 ‐0.12 1.70 0.67 5.05 ‐0.18 1.55 0.61 4.25 ‐0.10 1.85 0.67 5.25 0.15

16 2.27 0.92 7.10 ‐0.10 2.40 0.88 6.68 0.09 2.67 1.01 7.08 ‐0.05 2.78 1.03 7.43 0.09

17 0.31 0.17 1.24 ‐0.19 0.33 0.18 1.28 ‐0.20 0.40 0.19 1.30 ‐0.16 0.45 0.20 1.43 ‐0.18

18 0.40 0.24 1.93 ‐0.33 0.00 0.00 0.00 0.00 0.54 0.26 1.82 ‐0.22 0.00 0.00 0.00 0.00

19 0.39 0.27 1.98 ‐0.47 0.37 0.28 1.98 ‐0.43 0.50 0.28 1.99 ‐0.37 0.49 0.29 1.86 ‐0.43

20 0.60 0.31 2.16 ‐0.21 0.54 0.33 2.22 ‐0.41 0.76 0.32 2.36 ‐0.24 0.68 0.32 2.17 ‐0.25

21 0.74 0.35 2.44 ‐0.15 0.71 0.36 2.37 ‐0.32 0.91 0.35 2.63 ‐0.09 0.86 0.34 2.59 ‐0.13

22 0.96 0.44 3.42 ‐0.16 0.87 0.44 3.15 ‐0.31 1.06 0.43 3.10 ‐0.05 0.97 0.43 3.28 ‐0.13

23 1.12 0.59 4.50 ‐0.36 1.08 0.58 3.98 ‐0.41 1.10 0.60 3.74 ‐0.31 1.15 0.63 4.17 ‐0.25

24 1.59 0.72 5.42 ‐0.13 1.26 0.53 4.26 ‐0.20 1.48 0.64 4.60 ‐0.15 1.40 0.55 4.32 ‐0.15

25 0.18 0.16 1.08 ‐0.51 0.08 0.14 0.81 ‐0.52 0.24 0.18 1.38 ‐0.39 0.15 0.15 1.10 ‐0.55

26 0.55 0.27 1.86 ‐0.23 0.50 0.27 1.87 ‐0.33 0.77 0.35 2.64 ‐0.29 0.72 0.31 2.31 ‐0.11

27 0.54 0.25 1.78 ‐0.23 0.54 0.26 1.84 ‐0.24 0.74 0.28 1.99 ‐0.12 0.72 0.26 1.97 0.01

28 0.62 0.30 2.19 ‐0.24 0.65 0.32 2.15 ‐0.25 0.77 0.31 2.38 ‐0.06 0.82 0.31 2.39 0.02

29 0.76 0.34 2.58 ‐0.15 0.75 0.35 2.41 ‐0.24 0.89 0.36 2.62 ‐0.09 0.91 0.37 2.91 ‐0.02

30 0.86 0.38 2.92 ‐0.11 0.84 0.35 2.56 ‐0.09 0.97 0.37 2.60 ‐0.01 1.10 0.40 3.19 ‐0.04

31 1.04 0.47 3.99 ‐0.12 0.79 0.34 2.78 ‐0.14 0.95 0.34 2.69 ‐0.07 1.08 0.38 2.91 0.04

32 1.57 0.61 4.94 ‐0.05 0.86 0.38 3.12 ‐0.15 1.40 0.49 3.76 0.03 1.02 0.36 2.96 ‐0.02

33 0.22 0.11 0.79 ‐0.20 0.19 0.12 0.80 ‐0.22 0.27 0.13 0.99 ‐0.23 0.26 0.13 0.88 ‐0.13

34 0.23 0.20 1.17 ‐0.42 0.27 0.22 1.47 ‐0.54 0.29 0.24 1.45 ‐0.43 0.39 0.23 1.51 ‐0.27

35 0.41 0.26 1.79 ‐0.42 0.49 0.30 1.97 ‐0.40 0.44 0.29 1.90 ‐0.44 0.60 0.29 2.19 ‐0.20

36 0.63 0.29 2.20 ‐0.16 0.54 0.31 2.00 ‐0.49 0.64 0.30 2.05 ‐0.22 0.70 0.31 2.27 ‐0.20

37 0.71 0.31 2.45 ‐0.12 0.59 0.30 2.18 ‐0.22 0.67 0.30 2.10 ‐0.13 0.77 0.32 2.52 ‐0.06

38 0.87 0.36 2.71 ‐0.09 0.64 0.30 2.33 ‐0.17 0.72 0.31 2.30 ‐0.06 0.85 0.33 2.47 ‐0.03

39 1.02 0.46 3.66 ‐0.26 0.65 0.31 2.37 ‐0.23 0.67 0.31 2.35 ‐0.26 0.82 0.33 2.54 ‐0.08

40 1.25 0.53 4.05 ‐0.15 0.70 0.34 2.55 ‐0.20 0.81 0.33 2.79 ‐0.15 0.80 0.33 2.72 ‐0.11

41 0.25 0.12 0.90 ‐0.24 0.17 0.14 1.02 ‐0.30 0.27 0.15 0.98 ‐0.27 0.26 0.15 1.04 ‐0.24

42 0.42 0.19 1.40 ‐0.19 0.38 0.22 1.56 ‐0.36 0.49 0.24 1.73 ‐0.35 0.57 0.26 1.83 ‐0.25

43 0.49 0.21 1.53 ‐0.29 0.35 0.23 1.47 ‐0.45 0.44 0.23 1.60 ‐0.33 0.53 0.25 1.77 ‐0.22

44 0.60 0.26 1.86 ‐0.13 0.31 0.24 1.61 ‐0.53 0.48 0.25 1.73 ‐0.40 0.51 0.27 2.00 ‐0.25

45 0.62 0.28 1.99 ‐0.29 0.30 0.22 1.63 ‐0.45 0.33 0.23 1.59 ‐0.55 0.52 0.26 1.87 ‐0.28

46 0.78 0.31 2.46 ‐0.06 0.00 0.00 0.00 0.00 0.45 0.21 1.64 ‐0.20 0.00 0.00 0.00 0.00

47 0.92 0.39 3.03 ‐0.09 0.26 0.20 1.59 ‐0.46 0.44 0.20 1.48 ‐0.26 0.42 0.20 1.38 ‐0.17

48 1.21 0.48 3.71 0.01 0.43 0.25 1.98 ‐0.23 0.59 0.24 1.94 ‐0.12 0.61 0.26 2.14 ‐0.08

49 0.19 0.11 0.81 ‐0.19 0.09 0.13 0.81 ‐0.38 0.28 0.14 1.00 ‐0.19 0.18 0.14 0.91 ‐0.27

50 0.33 0.20 1.24 ‐0.35 0.17 0.22 1.26 ‐0.59 0.37 0.24 1.51 ‐0.46 0.29 0.23 1.40 ‐0.44

51 0.45 0.24 1.64 ‐0.28 0.19 0.23 1.47 ‐0.66 0.42 0.26 1.64 ‐0.45 0.33 0.26 1.59 ‐0.40

52 0.53 0.25 1.80 ‐0.28 0.16 0.20 1.44 ‐0.57 0.35 0.23 1.44 ‐0.44 0.32 0.24 1.54 ‐0.44

53 0.62 0.26 1.96 ‐0.11 0.20 0.18 1.41 ‐0.39 0.38 0.20 1.45 ‐0.30 0.39 0.21 1.49 ‐0.24

54 0.69 0.30 2.22 ‐0.11 0.17 0.16 1.22 ‐0.38 0.34 0.17 1.42 ‐0.13 0.34 0.18 1.31 ‐0.14

55 0.86 0.39 2.99 ‐0.22 0.17 0.17 1.39 ‐0.56 0.34 0.17 1.22 ‐0.28 0.32 0.17 1.39 ‐0.32

56 1.05 0.45 3.40 ‐0.11 0.29 0.23 1.95 ‐0.29 0.41 0.22 1.69 ‐0.17 0.45 0.22 1.87 ‐0.19

57 0.19 0.10 0.79 ‐0.21 0.06 0.11 0.68 ‐0.52 0.22 0.14 0.93 ‐0.29 0.17 0.13 0.97 ‐0.32

58 0.36 0.16 1.21 ‐0.23 0.20 0.18 1.16 ‐0.53 0.38 0.20 1.37 ‐0.41 0.43 0.22 1.52 ‐0.38

59 0.46 0.20 1.47 ‐0.19 0.15 0.18 1.29 ‐0.62 0.33 0.20 1.35 ‐0.37 0.38 0.21 1.44 ‐0.31

60 0.55 0.23 1.72 ‐0.15 0.12 0.16 1.20 ‐0.58 0.28 0.18 1.28 ‐0.35 0.29 0.19 1.32 ‐0.44

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.69 0.27 2.15 ‐0.07 0.06 0.12 0.81 ‐0.49 0.28 0.12 1.01 ‐0.22 0.20 0.13 0.95 ‐0.28

63 0.71 0.34 2.58 ‐0.21 0.03 0.13 0.74 ‐0.55 0.15 0.12 0.74 ‐0.35 0.17 0.13 0.98 ‐0.43

64 0.96 0.43 3.16 ‐0.14 0.13 0.17 1.04 ‐0.40 0.34 0.17 1.23 ‐0.21 0.32 0.18 1.28 ‐0.19

Table D32 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 310o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.94 0.40 3.15 ‐0.27 0.86 0.37 3.09 ‐0.38 1.12 0.44 3.57 ‐0.29 1.14 0.40 3.51 ‐0.27

2 1.43 0.58 4.67 ‐0.26 1.39 0.53 5.17 ‐0.65 1.71 0.64 5.89 ‐0.50 1.79 0.57 4.51 ‐0.21

3 1.76 0.70 5.33 ‐0.41 2.13 0.75 5.44 ‐0.36 2.10 0.74 5.64 ‐0.43 2.30 0.69 5.36 0.21

4 2.13 0.85 6.61 ‐0.23 1.90 0.66 5.20 ‐0.59 2.59 0.88 6.44 ‐0.35 2.85 0.84 6.37 0.49

5 2.29 1.00 7.28 ‐0.33 2.80 0.94 7.13 ‐0.11 3.08 1.07 7.72 0.01 3.59 1.05 8.09 0.75

6 1.69 0.77 6.48 ‐0.53 2.99 1.09 8.14 0.01 2.27 0.93 6.95 ‐0.01 3.83 1.27 9.38 0.45

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 2.04 1.25 9.13 ‐0.27 2.41 1.40 10.04 ‐0.27 1.87 1.31 10.45 ‐0.11 2.16 1.36 10.30 ‐0.03

9 0.53 0.28 2.03 ‐0.27 0.58 0.28 1.86 ‐0.37 0.62 0.31 2.17 ‐0.30 0.76 0.32 2.29 ‐0.18

10 0.83 0.34 2.53 ‐0.18 0.97 0.38 2.82 ‐0.13 1.07 0.39 2.90 ‐0.06 1.29 0.43 3.35 0.12

11 0.77 0.32 2.37 ‐0.14 0.99 0.39 2.91 ‐0.21 0.98 0.36 2.90 ‐0.14 1.38 0.45 3.39 0.20

12 0.85 0.38 2.97 ‐0.25 0.97 0.43 3.09 ‐0.43 1.03 0.41 3.09 ‐0.18 1.25 0.46 3.45 0.09

13 1.07 0.47 3.58 ‐0.16 1.20 0.52 3.89 ‐0.36 1.27 0.49 3.94 ‐0.04 1.46 0.55 4.17 0.14

14 1.36 0.56 4.37 0.00 1.51 0.58 4.52 ‐0.24 1.60 0.57 4.42 0.11 1.96 0.64 4.98 0.33

15 1.70 0.69 5.11 0.03 1.70 0.63 5.36 0.01 1.84 0.63 5.34 0.26 2.20 0.68 5.40 0.44

16 2.31 0.81 6.73 0.10 2.06 0.77 6.65 ‐0.12 2.85 0.86 6.79 0.51 2.99 0.90 7.41 0.56

17 0.36 0.16 1.24 ‐0.18 0.37 0.18 1.21 ‐0.19 0.47 0.19 1.61 ‐0.14 0.54 0.21 1.49 ‐0.16

18 0.51 0.27 2.05 ‐0.31 0.00 0.00 0.00 0.00 0.67 0.31 2.20 ‐0.25 0.00 0.00 0.00 0.00

19 0.59 0.32 2.42 ‐0.44 0.58 0.36 2.27 ‐0.62 0.70 0.36 2.50 ‐0.32 0.72 0.37 2.50 ‐0.34

20 0.83 0.36 2.91 ‐0.30 0.77 0.38 2.44 ‐0.43 0.95 0.38 2.90 ‐0.15 0.94 0.39 2.81 ‐0.09

21 0.99 0.40 3.22 ‐0.11 0.87 0.39 2.87 ‐0.20 1.03 0.39 3.02 0.00 1.09 0.40 2.97 0.06

22 1.25 0.47 3.82 0.00 0.99 0.43 3.33 ‐0.22 1.19 0.45 3.57 0.12 1.25 0.47 3.57 0.00

23 1.55 0.68 5.50 ‐0.17 1.24 0.57 4.58 ‐0.22 1.33 0.55 4.66 ‐0.04 1.51 0.57 4.56 ‐0.29

24 1.97 0.73 6.14 0.02 1.32 0.54 4.07 ‐0.21 1.68 0.61 5.05 0.16 1.60 0.54 4.17 0.19

25 0.25 0.16 1.11 ‐0.40 0.16 0.16 0.91 ‐0.54 0.33 0.20 1.40 ‐0.44 0.23 0.17 1.12 ‐0.49

26 0.63 0.25 1.92 ‐0.27 0.58 0.27 1.87 ‐0.40 0.88 0.34 2.56 ‐0.24 0.86 0.30 2.46 0.01

27 0.71 0.28 2.04 ‐0.20 0.63 0.29 1.96 ‐0.32 0.83 0.32 2.36 ‐0.18 0.88 0.31 2.53 ‐0.03

28 0.85 0.34 2.45 ‐0.13 0.70 0.33 2.41 ‐0.31 0.83 0.35 2.58 ‐0.16 0.96 0.36 2.76 0.04

29 0.98 0.37 3.08 0.03 0.70 0.33 2.37 ‐0.20 0.90 0.36 2.78 ‐0.02 1.02 0.38 2.82 0.03

30 1.10 0.44 3.75 ‐0.03 0.69 0.32 2.63 ‐0.25 0.85 0.34 2.66 ‐0.03 1.03 0.35 2.88 0.09

31 1.43 0.57 4.46 0.06 0.53 0.28 2.07 ‐0.41 0.78 0.29 2.21 ‐0.12 0.93 0.32 2.50 0.01

32 1.89 0.66 5.39 0.07 0.93 0.40 3.07 ‐0.30 1.40 0.44 3.90 0.22 1.13 0.40 3.23 0.01

33 0.28 0.12 0.95 ‐0.16 0.23 0.15 0.98 ‐0.31 0.35 0.17 1.24 ‐0.27 0.32 0.16 1.26 ‐0.20

34 0.39 0.23 1.63 ‐0.38 0.40 0.26 1.70 ‐0.54 0.45 0.29 1.97 ‐0.51 0.56 0.28 2.13 ‐0.28

35 0.62 0.29 2.05 ‐0.22 0.57 0.32 2.17 ‐0.44 0.54 0.33 2.29 ‐0.45 0.76 0.36 2.42 ‐0.21

36 0.82 0.31 2.56 ‐0.02 0.48 0.30 1.92 ‐0.62 0.59 0.30 2.40 ‐0.23 0.73 0.35 2.35 ‐0.40

37 0.91 0.33 2.65 ‐0.02 0.48 0.27 2.03 ‐0.27 0.57 0.27 2.39 ‐0.15 0.71 0.30 2.53 ‐0.12

38 1.09 0.38 3.13 0.10 0.52 0.27 2.05 ‐0.26 0.60 0.25 2.00 ‐0.13 0.74 0.28 2.42 0.00

39 1.38 0.54 4.70 0.00 0.50 0.27 1.93 ‐0.49 0.60 0.26 1.95 ‐0.28 0.78 0.29 2.42 ‐0.27

40 1.64 0.61 5.11 ‐0.02 0.69 0.32 2.51 ‐0.14 0.85 0.31 2.73 0.01 0.92 0.34 2.97 ‐0.01

41 0.29 0.12 0.91 ‐0.13 0.17 0.16 1.06 ‐0.55 0.29 0.18 1.25 ‐0.40 0.29 0.19 1.35 ‐0.56

42 0.47 0.19 1.48 ‐0.16 0.28 0.23 1.44 ‐0.64 0.42 0.25 1.80 ‐0.46 0.51 0.27 1.96 ‐0.54

43 0.62 0.23 1.76 ‐0.05 0.26 0.23 1.67 ‐0.77 0.36 0.24 1.73 ‐0.49 0.47 0.27 1.86 ‐0.45

44 0.77 0.28 2.05 ‐0.03 0.18 0.21 1.56 ‐0.65 0.35 0.22 1.94 ‐0.42 0.40 0.25 2.01 ‐0.33

45 0.81 0.30 2.43 ‐0.08 0.15 0.18 1.38 ‐0.53 0.19 0.18 1.42 ‐0.62 0.35 0.20 1.84 ‐0.38

46 0.99 0.36 3.03 0.11 0.00 0.00 0.00 0.00 0.35 0.15 1.21 ‐0.22 0.00 0.00 0.00 0.00

47 1.17 0.44 3.56 0.06 0.22 0.17 1.09 ‐0.34 0.40 0.17 1.33 ‐0.25 0.41 0.19 1.38 ‐0.30

48 1.61 0.59 4.90 0.01 0.40 0.23 1.78 ‐0.24 0.60 0.24 1.93 ‐0.08 0.71 0.27 2.40 ‐0.09

49 0.26 0.12 0.88 ‐0.13 0.12 0.14 0.99 ‐0.57 0.29 0.17 1.14 ‐0.38 0.21 0.16 1.08 ‐0.41

50 0.48 0.21 1.51 ‐0.19 0.20 0.21 1.41 ‐0.75 0.39 0.24 1.69 ‐0.47 0.33 0.25 1.73 ‐0.49

51 0.62 0.25 1.85 ‐0.12 0.14 0.20 1.47 ‐0.84 0.35 0.22 1.82 ‐0.44 0.30 0.24 1.72 ‐0.54

52 0.70 0.28 2.11 ‐0.11 0.07 0.16 1.27 ‐0.69 0.22 0.18 1.44 ‐0.69 0.22 0.19 1.67 ‐0.51

53 0.80 0.29 2.31 0.01 0.13 0.14 1.05 ‐0.57 0.30 0.14 1.27 ‐0.38 0.30 0.15 1.61 ‐0.32

54 0.92 0.34 2.72 0.02 0.12 0.13 0.79 ‐0.50 0.30 0.13 1.04 ‐0.30 0.32 0.15 1.28 ‐0.27

55 1.21 0.46 3.73 ‐0.06 0.16 0.15 1.03 ‐0.54 0.35 0.16 1.18 ‐0.34 0.37 0.18 1.23 ‐0.32

56 1.42 0.53 4.41 0.00 0.24 0.20 1.44 ‐0.37 0.43 0.21 1.56 ‐0.18 0.52 0.24 1.83 ‐0.18

57 0.23 0.11 0.85 ‐0.19 0.03 0.12 0.77 ‐0.53 0.15 0.15 1.07 ‐0.53 0.13 0.14 0.99 ‐0.55

58 0.44 0.18 1.32 ‐0.15 0.10 0.17 1.24 ‐0.68 0.24 0.18 1.28 ‐0.48 0.29 0.20 1.50 ‐0.53

59 0.59 0.22 1.66 ‐0.13 0.05 0.18 1.25 ‐0.71 0.20 0.17 1.27 ‐0.49 0.25 0.18 1.46 ‐0.51

60 0.71 0.26 1.92 ‐0.05 0.05 0.15 1.04 ‐0.67 0.20 0.16 1.19 ‐0.53 0.21 0.16 1.43 ‐0.52

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.95 0.33 2.60 ‐0.03 0.05 0.11 0.57 ‐0.60 0.30 0.12 1.00 ‐0.34 0.22 0.13 1.13 ‐0.37

63 1.05 0.42 3.25 ‐0.21 0.04 0.12 0.50 ‐0.47 0.17 0.13 0.71 ‐0.43 0.22 0.14 0.91 ‐0.41

64 1.35 0.51 3.87 ‐0.01 0.11 0.15 0.87 ‐0.43 0.34 0.17 1.15 ‐0.19 0.38 0.19 1.36 ‐0.20

Table D33 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 320o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.89 0.37 3.06 ‐0.24 0.81 0.35 3.04 ‐0.20 1.04 0.40 3.48 ‐0.01 1.06 0.39 3.14 ‐0.25

2 1.39 0.54 4.46 ‐0.24 1.35 0.50 4.01 ‐0.32 1.63 0.56 4.76 ‐0.07 1.71 0.53 4.13 ‐0.05

3 1.72 0.68 5.28 ‐0.20 2.20 0.75 5.66 0.04 2.14 0.70 5.58 0.24 2.28 0.68 5.46 0.26

4 2.04 0.82 6.38 ‐0.01 1.93 0.67 5.22 ‐0.13 2.70 0.85 6.90 0.62 2.93 0.83 6.62 0.64

5 2.01 0.91 6.46 0.08 2.83 0.92 7.21 0.12 3.02 0.98 7.81 0.46 3.60 0.99 8.21 0.75

6 1.58 0.68 5.21 0.08 2.85 1.02 7.98 0.22 2.24 0.81 6.47 0.41 3.54 1.14 8.89 0.50

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 2.49 1.08 9.59 ‐0.07 3.00 1.25 9.45 ‐0.05 2.85 1.53 10.36 ‐0.11 3.29 1.51 11.53 ‐0.09

9 0.52 0.26 2.02 ‐0.23 0.61 0.27 2.05 ‐0.18 0.69 0.30 2.17 ‐0.22 0.81 0.30 2.24 ‐0.13

10 0.82 0.32 2.48 ‐0.15 0.98 0.37 2.83 ‐0.22 1.08 0.37 2.97 0.05 1.28 0.40 3.14 0.14

11 0.83 0.35 2.69 ‐0.16 0.94 0.40 2.92 ‐0.32 0.99 0.37 3.01 ‐0.10 1.23 0.41 3.15 0.04

12 0.99 0.41 3.09 ‐0.09 1.00 0.47 3.56 ‐0.40 1.12 0.43 3.36 ‐0.14 1.27 0.48 3.57 ‐0.14

13 1.20 0.48 3.73 0.01 1.18 0.53 3.87 ‐0.37 1.30 0.50 3.90 ‐0.05 1.49 0.56 4.19 ‐0.15

14 1.49 0.56 4.62 0.11 1.34 0.55 4.24 ‐0.09 1.54 0.53 4.35 0.09 1.74 0.59 5.05 0.10

15 1.89 0.71 6.04 0.16 1.43 0.58 4.57 ‐0.06 1.74 0.60 4.75 0.04 1.86 0.62 5.33 0.25

16 2.18 0.77 7.06 0.25 1.66 0.66 4.83 ‐0.05 2.30 0.74 5.99 0.22 2.14 0.71 5.83 0.30

17 0.36 0.17 1.25 ‐0.22 0.37 0.20 1.59 ‐0.37 0.48 0.20 1.56 ‐0.15 0.50 0.21 1.47 ‐0.19

18 0.60 0.29 2.11 ‐0.27 0.00 0.00 0.00 0.00 0.76 0.35 2.72 ‐0.20 0.00 0.00 0.00 0.00

19 0.78 0.36 2.54 ‐0.25 0.67 0.40 2.76 ‐0.53 0.83 0.39 2.83 ‐0.26 0.88 0.41 2.82 ‐0.36

20 1.01 0.39 3.09 ‐0.02 0.74 0.39 2.83 ‐0.51 0.96 0.39 3.11 ‐0.11 1.00 0.41 2.92 ‐0.21

21 1.12 0.42 3.55 0.03 0.75 0.37 2.73 ‐0.32 0.95 0.37 3.20 ‐0.02 1.04 0.40 3.28 ‐0.13

22 1.35 0.48 4.16 0.17 0.82 0.39 2.84 ‐0.27 1.08 0.40 3.23 0.10 1.12 0.43 3.36 ‐0.05

23 1.83 0.74 5.62 0.09 1.13 0.54 4.25 ‐0.22 1.28 0.52 4.27 ‐0.01 1.46 0.59 4.63 0.01

24 2.19 0.78 6.42 0.28 1.32 0.56 4.50 ‐0.16 1.65 0.58 5.28 0.05 1.57 0.58 4.96 0.03

25 0.28 0.15 1.09 ‐0.35 0.15 0.18 1.07 ‐0.85 0.33 0.20 1.33 ‐0.43 0.23 0.17 1.13 ‐0.44

26 0.63 0.24 1.91 ‐0.21 0.43 0.28 1.86 ‐0.61 0.72 0.31 2.41 ‐0.44 0.67 0.30 2.22 ‐0.49

27 0.80 0.30 2.45 ‐0.02 0.44 0.30 2.09 ‐0.62 0.66 0.31 2.44 ‐0.35 0.69 0.33 2.49 ‐0.44

28 0.97 0.36 2.96 ‐0.02 0.46 0.29 2.08 ‐0.53 0.63 0.29 2.62 ‐0.46 0.73 0.33 2.63 ‐0.32

29 1.11 0.42 3.58 0.06 0.45 0.25 1.88 ‐0.37 0.66 0.26 2.33 ‐0.23 0.71 0.28 2.40 ‐0.15

30 1.27 0.48 3.85 0.11 0.50 0.27 2.06 ‐0.37 0.65 0.28 2.28 ‐0.13 0.73 0.29 2.52 ‐0.17

31 1.67 0.61 5.02 0.13 0.36 0.23 1.48 ‐0.43 0.61 0.25 2.00 ‐0.21 0.53 0.25 1.83 ‐0.40

32 2.14 0.72 6.10 0.32 0.79 0.39 2.99 ‐0.48 1.27 0.41 3.39 0.15 1.19 0.42 3.71 0.02

33 0.32 0.13 1.06 ‐0.15 0.19 0.18 1.18 ‐0.49 0.33 0.19 1.34 ‐0.31 0.30 0.19 1.28 ‐0.52

34 0.53 0.24 1.75 ‐0.23 0.32 0.26 1.74 ‐0.73 0.43 0.28 2.01 ‐0.61 0.53 0.30 2.13 ‐0.44

35 0.76 0.30 2.33 ‐0.05 0.39 0.27 1.94 ‐0.83 0.42 0.27 2.02 ‐0.56 0.62 0.31 2.38 ‐0.37

36 0.95 0.34 2.84 0.10 0.28 0.22 1.64 ‐0.92 0.43 0.22 1.82 ‐0.53 0.47 0.26 2.13 ‐1.01

37 1.05 0.37 3.14 0.09 0.31 0.21 1.75 ‐0.46 0.44 0.21 2.31 ‐0.42 0.50 0.24 2.01 ‐0.43

38 1.22 0.42 3.54 0.19 0.38 0.22 1.58 ‐0.46 0.50 0.20 1.64 ‐0.15 0.62 0.26 1.94 ‐0.12

39 1.66 0.61 5.01 0.20 0.37 0.22 1.41 ‐0.46 0.54 0.22 1.75 ‐0.33 0.60 0.26 1.91 ‐0.36

40 1.98 0.68 5.85 0.29 0.53 0.31 2.17 ‐0.33 0.80 0.30 2.68 ‐0.12 0.89 0.33 2.57 0.04

41 0.31 0.13 0.99 ‐0.10 0.08 0.16 1.11 ‐0.77 0.20 0.17 1.21 ‐0.56 0.20 0.18 1.20 ‐0.48

42 0.52 0.21 1.63 ‐0.07 0.13 0.21 1.42 ‐0.78 0.25 0.21 1.46 ‐0.74 0.28 0.23 1.75 ‐0.60

43 0.72 0.26 2.05 0.04 0.14 0.19 1.29 ‐0.82 0.23 0.20 1.35 ‐0.70 0.29 0.23 1.74 ‐0.66

44 0.90 0.31 2.43 0.10 0.11 0.18 1.26 ‐0.79 0.27 0.19 1.36 ‐0.68 0.27 0.22 1.67 ‐0.77

45 0.96 0.35 2.87 0.01 0.11 0.16 1.08 ‐0.65 0.16 0.18 1.27 ‐0.73 0.30 0.19 1.24 ‐0.76

46 1.18 0.41 3.40 0.16 0.00 0.00 0.00 0.00 0.32 0.15 1.22 ‐0.38 0.00 0.00 0.00 0.00

47 1.48 0.53 4.51 0.23 0.15 0.15 0.90 ‐0.48 0.36 0.16 1.16 ‐0.25 0.44 0.19 1.30 ‐0.28

48 1.97 0.64 5.30 0.37 0.26 0.21 1.26 ‐0.42 0.51 0.22 1.75 ‐0.16 0.66 0.25 1.93 ‐0.15

49 0.31 0.13 1.00 ‐0.13 0.09 0.14 0.97 ‐0.65 0.23 0.15 1.33 ‐0.48 0.16 0.16 1.20 ‐0.55

50 0.58 0.22 1.67 ‐0.08 0.16 0.20 1.56 ‐0.72 0.33 0.20 1.46 ‐0.55 0.27 0.22 1.59 ‐0.59

51 0.73 0.28 2.04 ‐0.04 0.14 0.20 1.45 ‐0.96 0.29 0.20 1.61 ‐0.68 0.26 0.22 1.68 ‐0.67

52 0.84 0.32 2.46 0.02 0.09 0.17 1.13 ‐0.80 0.23 0.19 1.53 ‐0.75 0.23 0.21 1.40 ‐1.01

53 0.97 0.34 2.84 0.09 0.12 0.14 0.99 ‐0.60 0.29 0.15 1.40 ‐0.61 0.33 0.17 1.30 ‐0.33

54 1.13 0.38 3.13 0.15 0.09 0.13 0.78 ‐0.51 0.27 0.14 1.07 ‐0.29 0.34 0.16 1.16 ‐0.22

55 1.52 0.53 4.69 0.15 0.11 0.14 0.74 ‐0.45 0.31 0.15 1.01 ‐0.25 0.38 0.17 1.28 ‐0.26

56 1.78 0.60 5.13 0.27 0.12 0.16 1.02 ‐0.40 0.36 0.19 1.25 ‐0.18 0.46 0.22 1.69 ‐0.20

57 0.27 0.13 0.95 ‐0.21 0.03 0.15 0.97 ‐0.72 0.11 0.15 1.06 ‐0.55 0.10 0.15 1.01 ‐0.62

58 0.52 0.20 1.56 ‐0.12 0.11 0.20 1.26 ‐0.86 0.21 0.20 1.40 ‐0.68 0.26 0.21 1.68 ‐0.54

59 0.72 0.26 1.99 0.02 0.08 0.20 1.25 ‐0.82 0.22 0.20 1.58 ‐0.61 0.28 0.21 1.56 ‐0.62

60 0.87 0.30 2.43 0.09 0.07 0.16 1.08 ‐0.77 0.24 0.18 1.61 ‐0.52 0.27 0.19 1.47 ‐0.78

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.17 0.38 3.36 0.23 0.03 0.12 0.56 ‐0.74 0.32 0.13 1.16 ‐0.27 0.25 0.15 1.16 ‐0.31

63 1.35 0.48 3.92 0.09 0.02 0.11 0.55 ‐0.54 0.16 0.13 0.73 ‐0.45 0.23 0.14 0.92 ‐0.32

64 1.75 0.59 4.75 0.18 0.04 0.13 0.67 ‐0.44 0.27 0.15 1.00 ‐0.20 0.33 0.18 1.29 ‐0.37

Table D34 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 330o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.78 0.33 2.58 ‐0.08 0.73 0.35 2.75 ‐0.34 0.96 0.39 2.94 ‐0.13 0.99 0.38 2.86 ‐0.02

2 1.29 0.50 3.75 ‐0.07 1.23 0.53 3.73 ‐0.30 1.56 0.57 4.58 ‐0.02 1.66 0.55 4.29 0.17

3 1.52 0.61 4.83 ‐0.10 1.97 0.76 5.31 ‐0.21 2.07 0.72 5.76 0.18 2.22 0.70 5.75 0.43

4 1.71 0.72 5.74 0.02 1.66 0.69 4.82 ‐0.33 2.57 0.85 7.11 0.23 2.84 0.83 6.82 0.74

5 1.60 0.69 6.01 0.01 2.33 0.90 6.27 0.01 2.61 0.91 7.62 0.23 3.32 0.94 7.66 0.99

6 1.45 0.57 4.76 ‐0.08 2.31 0.93 6.77 0.10 2.06 0.74 6.14 0.20 3.20 1.03 8.09 0.68

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 2.53 0.90 7.32 0.14 2.98 1.09 8.29 0.19 3.42 1.20 8.88 0.01 3.64 1.22 9.39 0.29

9 0.42 0.20 1.85 ‐0.27 0.52 0.30 2.08 ‐0.45 0.65 0.29 2.29 ‐0.32 0.75 0.30 2.14 ‐0.11

10 0.79 0.30 2.33 ‐0.06 0.71 0.40 2.81 ‐0.53 0.93 0.38 3.01 ‐0.38 1.08 0.41 3.09 ‐0.10

11 0.90 0.36 2.72 ‐0.14 0.61 0.42 3.19 ‐0.70 0.84 0.40 3.00 ‐0.55 1.02 0.45 3.61 ‐0.43

12 1.08 0.42 3.04 ‐0.20 0.64 0.45 3.26 ‐0.86 0.96 0.43 3.31 ‐0.40 1.10 0.49 3.96 ‐0.41

13 1.23 0.47 3.54 0.07 0.71 0.46 3.47 ‐0.52 1.05 0.45 3.45 ‐0.30 1.23 0.50 4.21 ‐0.32

14 1.51 0.53 4.06 0.27 0.82 0.44 3.09 ‐0.39 1.18 0.44 3.52 ‐0.10 1.37 0.49 3.83 0.00

15 2.00 0.71 5.91 0.37 0.95 0.50 3.88 ‐0.64 1.46 0.53 4.19 ‐0.14 1.51 0.55 4.47 0.01

16 2.29 0.79 6.85 0.51 1.44 0.63 5.03 ‐0.40 1.86 0.67 5.47 ‐0.03 1.92 0.68 5.64 0.12

17 0.35 0.16 1.20 ‐0.25 0.25 0.22 1.58 ‐0.65 0.39 0.23 1.70 ‐0.46 0.40 0.24 1.62 ‐0.42

18 0.68 0.29 2.13 ‐0.19 0.00 0.00 0.00 0.00 0.65 0.36 2.61 ‐0.45 0.00 0.00 0.00 0.00

19 0.94 0.36 2.75 ‐0.11 0.42 0.32 2.63 ‐0.81 0.71 0.36 2.79 ‐0.47 0.74 0.38 2.99 ‐0.57

20 1.15 0.41 3.39 0.11 0.41 0.28 2.27 ‐0.66 0.75 0.31 2.78 ‐0.29 0.73 0.33 2.75 ‐0.51

21 1.23 0.45 3.67 0.19 0.40 0.26 2.04 ‐0.54 0.71 0.28 2.28 ‐0.20 0.75 0.30 2.45 ‐0.21

22 1.43 0.50 4.22 0.27 0.44 0.30 2.28 ‐0.43 0.87 0.32 2.74 ‐0.13 0.85 0.33 2.68 ‐0.22

23 2.00 0.73 6.02 0.33 0.74 0.46 3.34 ‐0.45 1.14 0.48 3.93 ‐0.21 1.31 0.52 4.37 ‐0.16

24 2.37 0.79 6.82 0.48 1.08 0.63 4.51 ‐0.47 1.59 0.59 5.30 ‐0.03 1.61 0.60 5.08 0.02

25 0.28 0.14 1.02 ‐0.33 0.04 0.16 1.12 ‐0.81 0.20 0.19 1.26 ‐0.79 0.11 0.17 1.22 ‐0.82

26 0.65 0.25 1.88 ‐0.10 0.17 0.21 1.74 ‐0.95 0.39 0.25 1.91 ‐0.64 0.32 0.25 1.96 ‐0.69

27 0.88 0.32 2.59 0.03 0.20 0.20 1.68 ‐1.03 0.36 0.23 1.92 ‐0.70 0.34 0.24 1.75 ‐0.82

28 1.08 0.39 3.05 0.15 0.23 0.18 1.45 ‐0.88 0.38 0.20 1.57 ‐0.49 0.42 0.21 1.73 ‐0.58

29 1.25 0.45 3.68 0.21 0.24 0.18 1.19 ‐0.83 0.45 0.19 1.44 ‐0.34 0.47 0.20 1.73 ‐0.32

30 1.39 0.49 3.97 0.26 0.27 0.21 1.95 ‐0.53 0.50 0.24 1.93 ‐0.37 0.60 0.27 2.21 ‐0.21

31 1.90 0.65 5.68 0.25 0.22 0.20 1.29 ‐0.49 0.57 0.23 1.70 ‐0.20 0.50 0.25 1.86 ‐0.36

32 2.32 0.74 6.59 0.62 0.38 0.35 2.44 ‐0.75 1.05 0.40 3.12 ‐0.17 1.02 0.40 3.32 ‐0.20

33 0.36 0.13 1.09 ‐0.13 0.09 0.15 1.18 ‐0.70 0.22 0.16 1.27 ‐0.43 0.15 0.16 1.11 ‐0.51

34 0.61 0.24 1.91 ‐0.15 0.22 0.20 1.81 ‐1.06 0.27 0.21 1.76 ‐0.73 0.30 0.21 1.58 ‐0.64

35 0.87 0.32 2.43 0.01 0.28 0.21 1.83 ‐0.84 0.29 0.21 1.75 ‐0.99 0.38 0.22 1.77 ‐0.57

36 1.09 0.37 3.09 0.19 0.21 0.20 1.37 ‐1.12 0.36 0.20 1.64 ‐0.46 0.36 0.23 1.80 ‐0.88

37 1.22 0.41 3.27 0.18 0.18 0.17 1.16 ‐1.00 0.37 0.18 1.44 ‐0.41 0.38 0.21 1.67 ‐0.30

38 1.35 0.45 3.94 0.22 0.18 0.18 1.11 ‐0.65 0.40 0.17 1.41 ‐0.40 0.47 0.21 1.73 ‐0.25

39 1.90 0.65 5.60 0.24 0.17 0.18 1.12 ‐0.49 0.47 0.20 1.43 ‐0.22 0.49 0.21 1.63 ‐0.25

40 2.26 0.73 6.66 0.42 0.18 0.23 1.67 ‐0.44 0.64 0.28 2.31 ‐0.19 0.69 0.30 2.47 ‐0.16

41 0.34 0.14 1.13 ‐0.10 0.08 0.17 1.27 ‐0.64 0.14 0.15 1.18 ‐0.53 0.10 0.16 1.01 ‐0.59

42 0.59 0.23 1.89 ‐0.12 0.15 0.22 1.83 ‐0.87 0.18 0.20 1.42 ‐0.72 0.18 0.22 1.71 ‐0.78

43 0.83 0.29 2.53 ‐0.11 0.16 0.21 1.54 ‐0.98 0.24 0.21 1.60 ‐0.73 0.24 0.23 1.97 ‐0.95

44 1.04 0.35 3.17 0.09 0.11 0.19 1.23 ‐0.97 0.28 0.20 1.63 ‐0.60 0.26 0.22 1.75 ‐0.77

45 1.12 0.39 3.40 ‐0.11 0.08 0.16 0.92 ‐1.00 0.19 0.18 1.43 ‐0.69 0.26 0.19 1.42 ‐0.55

46 1.34 0.44 3.77 0.12 0.00 0.00 0.00 0.00 0.28 0.15 1.21 ‐0.35 0.00 0.00 0.00 0.00

47 1.75 0.59 5.17 0.25 0.03 0.13 0.64 ‐0.53 0.25 0.15 0.97 ‐0.30 0.27 0.17 1.07 ‐0.36

48 2.23 0.70 6.35 0.48 0.06 0.14 0.88 ‐0.45 0.33 0.20 1.33 ‐0.26 0.38 0.21 1.55 ‐0.23

49 0.35 0.15 1.27 ‐0.13 0.12 0.17 1.37 ‐0.69 0.20 0.15 1.26 ‐0.49 0.10 0.15 1.12 ‐0.45

50 0.68 0.25 2.10 ‐0.09 0.19 0.23 1.68 ‐0.92 0.32 0.21 1.73 ‐0.58 0.23 0.21 1.65 ‐0.55

51 0.85 0.31 2.48 0.00 0.15 0.23 1.76 ‐1.06 0.31 0.22 1.85 ‐0.79 0.28 0.23 1.71 ‐0.71

52 0.99 0.35 2.83 0.01 0.08 0.19 1.18 ‐1.07 0.25 0.20 1.78 ‐0.64 0.25 0.21 1.72 ‐0.57

53 1.15 0.38 3.49 0.21 0.06 0.15 0.89 ‐0.80 0.26 0.17 1.55 ‐0.44 0.26 0.18 1.62 ‐0.47

54 1.30 0.43 3.61 0.25 0.02 0.13 0.60 ‐0.83 0.21 0.15 1.27 ‐0.56 0.22 0.16 1.18 ‐0.47

55 1.81 0.60 5.15 0.29 0.02 0.12 0.50 ‐0.52 0.21 0.14 0.92 ‐0.45 0.23 0.15 0.95 ‐0.31

56 2.10 0.67 5.73 0.40 0.02 0.12 0.70 ‐0.38 0.20 0.15 0.98 ‐0.39 0.24 0.17 1.20 ‐0.28

57 0.31 0.14 1.18 ‐0.16 0.07 0.17 1.07 ‐0.76 0.15 0.15 1.19 ‐0.61 0.09 0.14 1.11 ‐0.56

58 0.61 0.22 1.95 ‐0.04 0.15 0.21 1.64 ‐0.93 0.25 0.20 1.92 ‐0.62 0.25 0.20 1.70 ‐0.51

59 0.84 0.29 2.44 0.06 0.09 0.20 1.31 ‐1.11 0.27 0.21 2.14 ‐0.68 0.27 0.21 1.88 ‐0.56

60 1.02 0.33 2.69 0.15 0.02 0.17 1.02 ‐0.94 0.28 0.20 2.14 ‐0.72 0.25 0.20 1.77 ‐0.49

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.40 0.44 3.67 0.32 ‐0.02 0.12 0.51 ‐0.68 0.29 0.14 1.38 ‐0.39 0.16 0.15 1.12 ‐0.55

63 1.69 0.57 4.39 0.29 ‐0.02 0.10 0.41 ‐0.55 0.08 0.13 0.73 ‐0.54 0.13 0.13 0.80 ‐0.46

64 2.10 0.65 5.52 0.59 ‐0.01 0.11 0.51 ‐0.49 0.14 0.13 0.87 ‐0.35 0.15 0.14 0.79 ‐0.34

Table D35 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 340o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.54 0.27 2.12 ‐0.21 0.46 0.33 2.39 ‐0.47 0.75 0.38 2.75 ‐0.36 0.78 0.37 2.44 ‐0.28

2 0.94 0.43 3.27 ‐0.10 0.77 0.48 3.60 ‐0.56 1.20 0.57 4.01 ‐0.35 1.33 0.58 4.07 ‐0.17

3 1.10 0.50 3.86 ‐0.14 1.13 0.65 5.05 ‐0.44 1.51 0.70 4.93 ‐0.24 1.71 0.71 5.45 ‐0.21

4 1.21 0.54 4.14 ‐0.06 0.91 0.54 4.16 ‐0.41 1.79 0.79 5.69 ‐0.23 2.12 0.80 6.04 ‐0.06

5 1.20 0.51 3.93 0.00 1.25 0.70 5.01 ‐0.43 1.75 0.78 6.35 ‐0.37 2.38 0.86 6.74 0.15

6 1.23 0.50 3.69 0.11 1.32 0.72 5.04 ‐0.40 1.49 0.65 5.68 ‐0.33 2.37 0.87 6.94 0.19

7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

8 2.31 0.80 6.68 0.44 2.25 0.94 7.41 ‐0.36 2.76 1.05 7.88 ‐0.21 3.16 1.06 7.83 0.22

9 0.30 0.16 1.15 ‐0.25 0.24 0.23 1.79 ‐0.55 0.41 0.26 1.93 ‐0.43 0.49 0.29 2.02 ‐0.35

10 0.70 0.27 2.17 ‐0.09 0.32 0.27 2.45 ‐0.66 0.56 0.35 2.56 ‐0.53 0.65 0.38 2.74 ‐0.54

11 0.88 0.35 2.63 ‐0.21 0.22 0.27 2.23 ‐0.93 0.46 0.37 2.63 ‐0.70 0.58 0.40 2.75 ‐0.66

12 1.07 0.41 3.10 ‐0.06 0.21 0.27 2.05 ‐0.87 0.54 0.36 2.77 ‐0.61 0.62 0.41 3.14 ‐0.61

13 1.17 0.44 3.46 0.02 0.23 0.26 1.86 ‐0.69 0.58 0.35 2.62 ‐0.56 0.69 0.38 2.84 ‐0.54

14 1.42 0.50 3.99 0.29 0.33 0.28 2.14 ‐0.68 0.71 0.32 2.56 ‐0.41 0.84 0.36 2.78 ‐0.31

15 1.93 0.68 5.29 0.41 0.37 0.41 2.76 ‐0.93 1.03 0.43 3.35 ‐0.28 1.05 0.46 3.59 ‐0.31

16 2.29 0.75 6.27 0.54 1.11 0.66 4.33 ‐0.77 1.56 0.64 5.15 ‐0.20 1.67 0.66 5.31 ‐0.28

17 0.32 0.15 1.11 ‐0.29 0.12 0.16 1.32 ‐0.70 0.21 0.21 1.43 ‐0.52 0.21 0.21 1.61 ‐0.52

18 0.67 0.27 1.90 ‐0.18 0.00 0.00 0.00 0.00 0.38 0.29 2.13 ‐0.77 0.00 0.00 0.00 0.00

19 0.94 0.34 2.59 0.00 0.23 0.21 1.64 ‐0.86 0.43 0.28 2.51 ‐0.65 0.41 0.29 2.30 ‐0.87

20 1.15 0.39 3.12 0.16 0.20 0.19 1.32 ‐0.74 0.46 0.25 2.14 ‐0.52 0.40 0.25 1.92 ‐0.82

21 1.22 0.43 3.57 0.12 0.13 0.18 1.19 ‐0.78 0.42 0.23 1.84 ‐0.36 0.42 0.24 1.62 ‐0.35

22 1.44 0.48 4.03 0.29 0.08 0.20 1.44 ‐0.68 0.55 0.26 1.89 ‐0.23 0.49 0.26 1.89 ‐0.46

23 1.94 0.69 5.49 0.35 0.19 0.30 2.54 ‐0.76 0.78 0.38 2.97 ‐0.20 0.91 0.44 3.28 ‐0.23

24 2.37 0.76 5.95 0.46 0.35 0.53 4.46 ‐0.81 1.23 0.56 5.34 ‐0.20 1.38 0.63 5.51 ‐0.13

25 0.27 0.13 0.99 ‐0.29 0.05 0.15 1.08 ‐0.72 0.11 0.16 1.26 ‐0.64 0.02 0.15 1.00 ‐0.67

26 0.66 0.24 1.90 ‐0.11 0.15 0.20 2.01 ‐0.84 0.25 0.22 1.85 ‐0.73 0.18 0.22 1.59 ‐0.75

27 0.90 0.32 2.53 0.10 0.15 0.20 1.60 ‐1.05 0.25 0.22 2.03 ‐0.67 0.22 0.23 1.85 ‐0.74

28 1.10 0.38 3.10 0.19 0.13 0.18 1.17 ‐0.72 0.27 0.21 1.79 ‐0.60 0.27 0.22 1.86 ‐0.72

29 1.25 0.43 3.50 0.16 0.07 0.16 0.92 ‐0.69 0.31 0.19 1.73 ‐0.50 0.31 0.20 1.75 ‐0.46

30 1.41 0.47 3.83 0.24 0.04 0.16 0.93 ‐0.72 0.30 0.19 1.45 ‐0.56 0.36 0.21 1.52 ‐0.53

31 1.96 0.65 5.34 0.38 0.01 0.14 0.88 ‐0.74 0.36 0.21 1.47 ‐0.36 0.37 0.21 1.41 ‐0.41

32 2.30 0.72 5.90 0.58 0.02 0.17 1.86 ‐0.60 0.64 0.33 2.35 ‐0.28 0.60 0.34 2.55 ‐0.51

33 0.37 0.14 1.08 ‐0.07 0.09 0.17 1.17 ‐0.75 0.19 0.15 1.24 ‐0.56 0.08 0.14 1.16 ‐0.55

34 0.62 0.24 1.82 ‐0.14 0.17 0.23 1.90 ‐0.99 0.22 0.22 1.76 ‐0.85 0.23 0.21 1.88 ‐0.71

35 0.91 0.32 2.46 ‐0.02 0.20 0.22 1.75 ‐0.95 0.26 0.23 1.93 ‐0.89 0.31 0.24 2.11 ‐0.79

36 1.15 0.38 3.07 0.10 0.10 0.19 1.13 ‐1.00 0.33 0.21 1.88 ‐0.82 0.30 0.23 2.12 ‐1.13

37 1.29 0.42 3.66 0.26 0.05 0.15 0.78 ‐0.80 0.29 0.19 1.62 ‐0.72 0.24 0.21 1.76 ‐0.99

38 1.42 0.47 3.88 0.32 0.01 0.13 0.65 ‐0.68 0.26 0.17 1.41 ‐0.86 0.26 0.18 1.35 ‐0.70

39 1.95 0.65 5.18 0.43 ‐0.01 0.11 0.61 ‐0.52 0.27 0.17 1.16 ‐0.45 0.28 0.17 1.17 ‐0.55

40 2.37 0.74 6.36 0.63 ‐0.04 0.11 0.82 ‐0.48 0.31 0.23 1.64 ‐0.31 0.34 0.23 1.68 ‐0.39

41 0.36 0.14 1.09 ‐0.12 0.11 0.18 1.31 ‐0.73 0.19 0.16 1.41 ‐0.42 0.13 0.15 1.22 ‐0.51

42 0.62 0.24 1.77 ‐0.04 0.11 0.23 1.79 ‐1.09 0.24 0.23 1.91 ‐0.65 0.21 0.22 1.82 ‐0.69

43 0.90 0.31 2.40 0.07 0.08 0.22 1.42 ‐1.01 0.31 0.24 2.06 ‐0.68 0.26 0.25 2.21 ‐0.65

44 1.11 0.37 3.01 0.18 0.03 0.19 1.15 ‐1.07 0.30 0.22 1.86 ‐0.62 0.26 0.24 2.37 ‐0.62

45 1.20 0.41 3.21 ‐0.05 ‐0.01 0.16 0.72 ‐0.86 0.20 0.20 1.71 ‐0.81 0.22 0.22 2.11 ‐0.64

46 1.41 0.44 3.80 0.30 0.00 0.00 0.00 0.00 0.21 0.16 1.31 ‐0.51 0.00 0.00 0.00 0.00

47 1.93 0.61 5.41 0.32 ‐0.06 0.09 0.32 ‐0.55 0.11 0.14 0.85 ‐0.75 0.11 0.15 0.89 ‐0.82

48 2.32 0.71 5.99 0.63 ‐0.06 0.08 0.38 ‐0.43 0.09 0.14 0.88 ‐0.49 0.13 0.15 1.03 ‐0.44

49 0.37 0.15 1.30 ‐0.12 0.08 0.19 1.47 ‐0.82 0.24 0.17 1.44 ‐0.66 0.13 0.16 1.20 ‐0.60

50 0.72 0.25 2.17 0.03 0.07 0.24 2.03 ‐1.22 0.37 0.23 1.91 ‐0.61 0.26 0.23 1.88 ‐0.65

51 0.92 0.31 2.61 0.12 ‐0.05 0.23 1.57 ‐1.16 0.33 0.25 2.09 ‐0.66 0.32 0.26 2.17 ‐0.67

52 1.07 0.37 3.08 0.14 ‐0.07 0.19 0.99 ‐1.32 0.25 0.23 2.22 ‐0.80 0.29 0.25 2.14 ‐0.68

53 1.26 0.40 3.38 0.32 ‐0.04 0.15 0.70 ‐0.86 0.24 0.21 1.92 ‐0.76 0.25 0.22 1.99 ‐0.67

54 1.38 0.44 3.85 0.36 ‐0.06 0.11 0.40 ‐0.72 0.15 0.17 1.51 ‐0.80 0.17 0.18 1.39 ‐0.71

55 1.96 0.62 5.29 0.46 ‐0.06 0.09 0.33 ‐0.61 0.08 0.14 0.94 ‐0.86 0.10 0.14 0.81 ‐0.78

56 2.30 0.70 6.40 0.48 ‐0.08 0.08 0.39 ‐0.56 0.02 0.10 0.65 ‐0.59 0.05 0.12 0.76 ‐0.73

57 0.34 0.15 1.14 ‐0.17 ‐0.02 0.18 1.28 ‐0.93 0.21 0.18 1.60 ‐0.55 0.14 0.16 1.29 ‐0.53

58 0.66 0.24 1.84 ‐0.06 ‐0.03 0.21 1.66 ‐1.31 0.31 0.24 1.99 ‐0.53 0.31 0.24 1.89 ‐0.55

59 0.91 0.30 2.44 0.09 ‐0.07 0.20 1.41 ‐1.31 0.32 0.25 2.17 ‐0.68 0.35 0.26 2.35 ‐0.64

60 1.11 0.36 3.01 0.26 ‐0.10 0.17 0.83 ‐1.15 0.31 0.23 2.42 ‐0.74 0.31 0.26 2.53 ‐0.69

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.51 0.45 3.99 0.38 ‐0.10 0.11 0.30 ‐0.76 0.26 0.17 1.44 ‐0.75 0.15 0.19 1.71 ‐0.75

63 1.88 0.60 5.33 0.40 ‐0.11 0.09 0.21 ‐0.52 ‐0.02 0.14 0.80 ‐0.88 0.05 0.14 0.96 ‐0.82

64 2.27 0.68 5.91 0.58 ‐0.10 0.08 0.40 ‐0.55 0.00 0.08 0.44 ‐0.57 0.00 0.10 0.61 ‐0.60

Table D36 ‐  Configuration #4

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 25
o, θ = 350o

Tap 

No #

Array A Array B Array C Array D
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Appendix E – Mean, Standard Deviation, Maximum and Minimum 𝑪𝑪𝒑𝒑𝒑𝒑 on Panels - 

Configuration #5 
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.50 0.22 1.66 ‐0.15 0.10 0.23 1.96 ‐0.92 0.27 0.30 2.15 ‐0.82 0.32 0.32 2.29 ‐0.63

2 0.77 0.32 2.46 ‐0.17 0.15 0.25 2.25 ‐1.00 0.41 0.39 2.82 ‐0.86 0.55 0.44 3.31 ‐0.69

3 1.04 0.40 3.16 ‐0.02 0.15 0.24 1.95 ‐0.98 0.52 0.43 3.42 ‐0.63 0.68 0.49 4.12 ‐0.45

4 1.18 0.43 3.50 0.06 0.14 0.24 1.82 ‐0.82 0.56 0.44 3.48 ‐0.78 0.79 0.50 4.12 ‐0.78

5 1.18 0.43 3.72 0.14 0.11 0.27 2.02 ‐0.89 0.60 0.45 3.32 ‐0.77 0.88 0.52 4.00 ‐0.40

6 1.24 0.44 3.80 0.23 0.19 0.34 2.55 ‐0.94 0.65 0.46 3.45 ‐0.57 1.04 0.56 4.23 ‐0.37

7 1.53 0.50 4.42 0.37 0.35 0.43 3.10 ‐0.88 0.71 0.47 3.43 ‐0.49 1.13 0.62 4.49 ‐0.27

8 2.03 0.56 5.12 0.47 0.77 0.54 4.06 ‐0.89 1.34 0.69 5.01 ‐0.39 1.68 0.74 5.57 ‐0.16

9 0.33 0.17 1.16 ‐0.35 0.06 0.19 1.68 ‐1.07 0.18 0.21 1.80 ‐0.84 0.28 0.25 1.87 ‐0.54

10 0.83 0.31 2.51 ‐0.07 0.04 0.22 1.84 ‐1.57 0.26 0.29 2.53 ‐0.78 0.37 0.32 2.75 ‐0.73

11 1.15 0.40 3.24 0.16 0.00 0.20 1.43 ‐1.06 0.23 0.29 2.78 ‐0.82 0.39 0.34 2.94 ‐0.73

12 1.37 0.46 3.50 0.23 ‐0.03 0.19 1.01 ‐1.01 0.25 0.28 2.62 ‐0.81 0.39 0.32 2.68 ‐0.56

13 1.41 0.46 3.50 0.34 ‐0.09 0.18 0.80 ‐0.96 0.22 0.26 1.95 ‐0.69 0.41 0.29 2.36 ‐0.56

14 1.54 0.49 4.02 0.39 ‐0.13 0.19 0.78 ‐1.05 0.28 0.25 1.85 ‐0.59 0.46 0.28 2.07 ‐0.56

15 1.78 0.53 4.45 0.47 ‐0.17 0.23 1.08 ‐1.15 0.32 0.32 2.25 ‐0.67 0.54 0.34 2.48 ‐0.63

16 1.97 0.59 5.36 0.49 0.06 0.42 2.87 ‐1.15 0.71 0.49 3.72 ‐0.58 0.91 0.48 3.78 ‐0.49

17 0.45 0.19 1.41 ‐0.04 0.03 0.18 1.51 ‐1.10 0.13 0.20 1.66 ‐0.86 0.17 0.22 1.63 ‐0.78

18 0.00 0.00 0.00 0.00 ‐1.12 0.23 ‐0.33 0.00 0.00 0.00 0.00 0.00 ‐0.36 0.55 0.79 ‐1.66

19 1.16 0.39 3.03 0.01 ‐0.07 0.22 1.15 ‐1.34 0.23 0.28 2.26 ‐0.93 0.36 0.31 2.51 ‐0.97

20 1.38 0.43 3.41 0.27 ‐0.10 0.19 0.89 ‐1.21 0.25 0.25 2.16 ‐0.84 0.36 0.27 2.46 ‐0.83

21 1.45 0.44 3.57 0.37 ‐0.14 0.17 0.52 ‐1.11 0.13 0.22 1.59 ‐0.83 0.32 0.25 2.13 ‐0.74

22 1.56 0.48 3.91 0.42 ‐0.17 0.16 0.55 ‐1.00 0.15 0.22 1.49 ‐0.72 0.32 0.24 1.87 ‐0.77

23 1.83 0.57 4.62 0.40 ‐0.15 0.15 0.65 ‐0.96 0.20 0.29 1.78 ‐0.74 0.51 0.34 2.41 ‐0.87

24 2.14 0.64 5.28 0.53 ‐0.16 0.15 1.28 ‐1.03 0.38 0.43 2.70 ‐0.63 0.73 0.48 3.63 ‐0.59

25 0.38 0.17 1.31 ‐0.26 0.00 0.18 1.23 ‐1.06 0.12 0.20 1.75 ‐0.70 0.10 0.18 1.34 ‐0.62

26 0.87 0.30 2.27 0.08 ‐0.03 0.22 1.54 ‐1.43 0.19 0.26 2.22 ‐1.11 0.25 0.29 2.20 ‐0.95

27 1.20 0.38 2.98 0.13 ‐0.12 0.20 1.20 ‐1.29 0.16 0.26 2.00 ‐1.17 0.31 0.29 2.68 ‐0.84

28 1.42 0.43 3.39 0.26 ‐0.15 0.18 0.66 ‐1.29 0.14 0.23 1.92 ‐1.00 0.31 0.27 2.62 ‐0.82

29 1.48 0.44 3.50 0.39 ‐0.17 0.16 0.42 ‐1.13 0.08 0.20 1.54 ‐0.86 0.28 0.24 1.98 ‐0.77

30 1.58 0.47 3.76 0.46 ‐0.20 0.14 0.30 ‐0.94 0.02 0.18 1.17 ‐0.97 0.24 0.21 1.69 ‐0.67

31 1.81 0.53 4.25 0.41 ‐0.20 0.11 0.19 ‐0.74 ‐0.03 0.17 0.86 ‐1.07 0.20 0.20 1.33 ‐0.73

32 1.95 0.58 5.09 0.46 ‐0.18 0.09 0.15 ‐0.69 0.00 0.20 1.42 ‐0.71 0.22 0.26 1.66 ‐0.68

33 0.45 0.17 1.34 ‐0.06 ‐0.01 0.20 1.45 ‐0.94 0.20 0.21 1.60 ‐0.83 0.16 0.21 1.65 ‐0.73

34 0.87 0.30 2.23 0.06 ‐0.08 0.23 1.41 ‐1.34 0.21 0.27 2.15 ‐0.98 0.28 0.29 2.24 ‐0.72

35 1.20 0.38 2.95 0.05 ‐0.18 0.21 0.91 ‐1.36 0.17 0.27 2.09 ‐1.09 0.32 0.31 2.47 ‐0.79

36 1.44 0.42 3.40 0.38 ‐0.22 0.19 0.60 ‐1.64 0.16 0.25 2.04 ‐0.98 0.30 0.29 2.25 ‐0.95

37 1.49 0.43 3.49 0.37 ‐0.22 0.15 0.36 ‐1.09 0.10 0.21 1.67 ‐1.01 0.25 0.25 2.04 ‐0.71

38 1.61 0.46 3.75 0.44 ‐0.20 0.13 0.25 ‐0.87 0.01 0.18 1.18 ‐1.05 0.19 0.21 1.58 ‐0.87

39 1.88 0.54 4.47 0.51 ‐0.20 0.11 0.17 ‐0.69 ‐0.03 0.15 0.78 ‐0.92 0.13 0.19 1.28 ‐1.01

40 2.03 0.58 4.80 0.60 ‐0.19 0.08 0.15 ‐0.63 ‐0.08 0.12 0.79 ‐0.73 0.08 0.18 1.17 ‐0.57

41 0.50 0.18 1.37 0.00 ‐0.03 0.20 1.35 ‐1.29 0.17 0.22 1.64 ‐0.67 0.19 0.22 1.76 ‐0.59

42 0.89 0.29 2.14 0.09 ‐0.12 0.22 1.24 ‐1.35 0.17 0.27 2.10 ‐0.90 0.32 0.30 2.28 ‐0.71

43 1.21 0.36 2.78 0.18 ‐0.20 0.21 0.85 ‐1.52 0.22 0.27 2.20 ‐1.07 0.33 0.32 2.52 ‐0.76

44 1.42 0.41 3.30 0.32 ‐0.23 0.18 0.58 ‐1.40 0.12 0.25 1.92 ‐1.06 0.30 0.30 2.65 ‐0.78

45 1.45 0.42 3.48 0.38 ‐0.23 0.15 0.34 ‐1.08 0.03 0.21 1.56 ‐1.10 0.26 0.26 2.44 ‐0.76

46 0.00 0.00 0.00 0.00 ‐7.82 1.20 ‐5.43 0.00 0.00 0.00 0.00 0.00 15.90 1.09 17.48 13.91

47 1.84 0.52 4.53 0.51 ‐0.23 0.10 0.08 ‐0.69 ‐0.08 0.15 0.62 ‐1.09 0.08 0.17 1.01 ‐0.83

48 1.98 0.56 4.88 0.46 ‐0.20 0.08 0.17 ‐0.72 ‐0.10 0.09 0.28 ‐0.78 0.00 0.12 0.89 ‐0.62

49 0.52 0.18 1.37 ‐0.04 ‐0.07 0.20 1.33 ‐1.14 0.17 0.22 1.75 ‐0.80 0.20 0.23 1.52 ‐0.75

50 0.96 0.30 2.28 0.14 ‐0.16 0.22 1.61 ‐1.60 0.21 0.28 2.28 ‐1.09 0.32 0.31 2.25 ‐0.70

51 1.23 0.37 2.93 0.19 ‐0.23 0.21 1.17 ‐1.58 0.01 0.30 2.05 ‐1.31 0.34 0.33 2.60 ‐0.95

52 1.41 0.41 3.35 0.32 ‐0.24 0.18 0.46 ‐1.30 0.00 0.26 1.89 ‐1.18 0.30 0.30 2.61 ‐0.88

53 1.47 0.42 3.69 0.41 ‐0.24 0.14 0.28 ‐1.17 0.02 0.22 1.71 ‐1.06 0.26 0.26 2.38 ‐0.70

54 1.59 0.45 3.75 0.46 ‐0.24 0.12 0.17 ‐0.96 ‐0.06 0.19 1.20 ‐0.99 0.15 0.21 1.78 ‐0.87

55 1.91 0.54 4.58 0.47 ‐0.23 0.10 0.14 ‐0.72 ‐0.07 0.15 0.58 ‐1.17 0.05 0.17 1.35 ‐0.94

56 2.09 0.59 5.45 0.56 ‐0.21 0.08 0.10 ‐0.84 ‐0.07 0.09 0.24 ‐0.73 0.00 0.12 0.79 ‐0.68

57 0.52 0.18 1.36 ‐0.12 ‐0.08 0.19 1.44 ‐1.38 0.15 0.22 1.71 ‐0.72 0.21 0.23 1.65 ‐0.67

58 0.94 0.29 2.30 0.08 ‐0.16 0.21 1.23 ‐1.23 0.17 0.27 1.99 ‐0.89 0.35 0.31 2.45 ‐0.60

59 1.23 0.37 2.85 0.22 ‐0.24 0.20 0.93 ‐1.59 0.11 0.27 1.88 ‐1.10 0.35 0.33 2.56 ‐0.80

60 1.39 0.41 3.27 0.34 ‐0.25 0.17 0.46 ‐1.26 0.05 0.25 1.78 ‐1.12 0.30 0.30 2.52 ‐0.83

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.63 0.46 3.95 0.44 ‐0.25 0.12 0.12 ‐0.84 0.12 0.18 1.22 ‐0.89 0.16 0.21 1.74 ‐0.66

63 1.93 0.54 4.89 0.32 ‐0.24 0.10 0.09 ‐0.75 ‐0.10 0.15 0.74 ‐1.02 0.06 0.16 1.00 ‐0.87

64 2.08 0.58 5.45 0.63 ‐0.22 0.10 0.18 ‐0.97 ‐0.06 0.09 0.26 ‐0.72 0.00 0.12 0.71 ‐0.72

Table E1 ‐  Configuration #5

Array A Array B Array C Array D

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 0o

Tap 

No #
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.39 0.20 1.41 ‐0.15 ‐0.01 0.19 1.48 ‐1.36 0.05 0.22 1.64 ‐0.92 0.15 0.23 1.84 ‐0.61

2 0.59 0.29 2.08 ‐0.26 ‐0.04 0.21 1.43 ‐1.49 0.07 0.26 2.07 ‐0.97 0.22 0.30 2.33 ‐0.74

3 0.85 0.35 2.66 ‐0.21 ‐0.03 0.20 1.19 ‐1.24 0.11 0.26 2.21 ‐0.93 0.25 0.29 2.45 ‐0.90

4 1.02 0.38 3.04 0.07 ‐0.07 0.17 1.04 ‐1.05 0.09 0.24 1.82 ‐0.88 0.26 0.27 2.38 ‐0.65

5 1.00 0.37 3.18 0.06 ‐0.14 0.17 0.93 ‐0.98 0.04 0.22 1.53 ‐0.82 0.24 0.26 2.20 ‐0.67

6 1.05 0.38 3.47 ‐0.13 ‐0.13 0.19 1.40 ‐1.02 0.05 0.22 1.78 ‐1.11 0.24 0.27 2.46 ‐0.70

7 1.32 0.43 3.82 0.15 ‐0.07 0.25 2.01 ‐0.97 0.10 0.26 2.22 ‐0.90 0.27 0.30 2.49 ‐0.71

8 1.71 0.55 5.09 0.12 0.13 0.38 2.51 ‐0.97 0.29 0.41 3.31 ‐0.73 0.42 0.43 3.59 ‐0.54

9 0.25 0.16 1.02 ‐0.34 ‐0.04 0.20 1.44 ‐1.40 0.06 0.20 1.71 ‐0.93 0.20 0.21 1.58 ‐0.60

10 0.74 0.31 2.14 ‐0.10 ‐0.12 0.22 1.27 ‐1.61 0.10 0.26 2.19 ‐0.90 0.30 0.30 2.45 ‐0.72

11 1.06 0.39 2.92 0.04 ‐0.18 0.22 1.04 ‐1.56 0.07 0.26 2.14 ‐1.07 0.31 0.30 2.61 ‐0.64

12 1.31 0.44 3.38 0.22 ‐0.16 0.18 0.77 ‐1.25 0.07 0.24 2.17 ‐0.96 0.26 0.27 2.50 ‐0.67

13 1.30 0.44 3.54 0.21 ‐0.20 0.15 0.58 ‐1.14 ‐0.01 0.21 1.94 ‐0.98 0.22 0.23 2.30 ‐0.78

14 1.41 0.45 3.72 0.27 ‐0.22 0.15 0.39 ‐1.07 0.00 0.18 1.57 ‐0.91 0.19 0.20 1.64 ‐0.92

15 1.68 0.50 4.41 0.37 ‐0.25 0.15 0.45 ‐1.22 ‐0.04 0.18 1.32 ‐0.96 0.11 0.19 1.66 ‐0.86

16 1.91 0.54 4.92 0.36 ‐0.19 0.17 1.97 ‐1.18 0.08 0.25 2.64 ‐0.86 0.16 0.27 2.66 ‐0.75

17 0.40 0.18 1.24 ‐0.13 ‐0.05 0.19 1.44 ‐1.32 0.08 0.22 1.77 ‐0.86 0.22 0.23 1.62 ‐0.60

18 0.00 0.00 0.00 0.00 ‐0.31 0.15 0.34 0.00 0.00 0.00 0.00 0.00 0.20 0.22 0.92 ‐0.47

19 1.07 0.38 2.80 0.00 ‐0.23 0.22 0.75 ‐1.56 0.04 0.27 2.23 ‐1.16 0.25 0.32 2.58 ‐1.02

20 1.34 0.43 3.27 0.33 ‐0.24 0.18 0.46 ‐1.36 0.08 0.25 2.09 ‐1.12 0.27 0.29 2.30 ‐0.95

21 1.40 0.44 3.54 0.32 ‐0.22 0.15 0.29 ‐1.08 ‐0.06 0.21 1.72 ‐1.26 0.22 0.24 2.05 ‐0.78

22 1.50 0.47 3.95 0.24 ‐0.23 0.13 0.19 ‐1.03 ‐0.04 0.18 1.27 ‐1.11 0.13 0.20 1.47 ‐0.83

23 1.77 0.55 4.87 0.36 ‐0.20 0.11 0.19 ‐0.93 ‐0.09 0.15 0.98 ‐1.02 0.07 0.18 1.29 ‐1.01

24 2.08 0.61 5.62 0.55 ‐0.18 0.09 0.19 ‐0.78 ‐0.05 0.14 1.63 ‐0.85 0.04 0.16 1.72 ‐0.77

25 0.33 0.16 1.21 ‐0.29 ‐0.07 0.19 1.21 ‐1.63 0.08 0.21 1.87 ‐1.02 0.17 0.19 1.39 ‐0.52

26 0.81 0.30 2.25 ‐0.06 ‐0.11 0.22 1.17 ‐1.53 0.14 0.27 2.37 ‐1.15 0.37 0.31 2.37 ‐0.53

27 1.13 0.37 2.81 0.19 ‐0.21 0.21 0.76 ‐1.73 0.06 0.27 2.28 ‐1.15 0.39 0.33 2.61 ‐0.58

28 1.37 0.43 3.34 0.33 ‐0.23 0.18 0.39 ‐1.50 0.03 0.24 2.26 ‐1.25 0.32 0.30 2.55 ‐0.83

29 1.45 0.44 3.57 0.42 ‐0.23 0.14 0.25 ‐1.23 ‐0.02 0.21 1.70 ‐1.10 0.26 0.25 2.35 ‐0.81

30 1.53 0.47 3.87 0.41 ‐0.23 0.12 0.14 ‐0.99 ‐0.09 0.18 1.14 ‐1.11 0.16 0.20 1.80 ‐0.62

31 1.75 0.54 4.41 0.50 ‐0.21 0.10 0.11 ‐0.87 ‐0.09 0.15 0.71 ‐1.16 0.09 0.16 1.22 ‐0.77

32 1.91 0.58 5.39 0.21 ‐0.17 0.07 0.10 ‐0.72 ‐0.07 0.09 0.57 ‐0.64 0.00 0.12 0.83 ‐0.76

33 0.42 0.17 1.31 ‐0.04 ‐0.09 0.19 1.24 ‐1.22 0.22 0.22 1.73 ‐0.75 0.20 0.22 1.58 ‐0.67

34 0.81 0.30 2.25 0.03 ‐0.16 0.22 1.09 ‐1.44 0.15 0.28 2.10 ‐0.98 0.34 0.31 2.64 ‐0.68

35 1.13 0.38 2.86 0.13 ‐0.25 0.21 0.68 ‐1.56 0.09 0.28 2.14 ‐1.20 0.37 0.33 2.55 ‐0.66

36 1.40 0.42 3.29 0.32 ‐0.25 0.19 0.37 ‐1.38 0.10 0.25 2.15 ‐1.11 0.33 0.31 2.64 ‐0.81

37 1.46 0.44 3.40 0.38 ‐0.26 0.15 0.21 ‐1.16 0.03 0.22 1.78 ‐1.23 0.27 0.27 2.42 ‐0.75

38 1.58 0.47 3.59 0.44 ‐0.23 0.12 0.17 ‐1.00 ‐0.07 0.19 1.19 ‐1.20 0.15 0.21 1.99 ‐0.87

39 1.82 0.54 4.67 0.58 ‐0.23 0.10 0.10 ‐0.80 ‐0.11 0.15 0.64 ‐1.12 0.03 0.17 1.01 ‐0.88

40 1.96 0.60 5.14 0.50 ‐0.19 0.07 0.08 ‐0.63 ‐0.10 0.09 0.25 ‐0.80 ‐0.04 0.12 0.67 ‐0.60

41 0.49 0.18 1.31 ‐0.09 ‐0.05 0.19 1.53 ‐1.37 0.20 0.23 1.81 ‐0.78 0.24 0.22 1.59 ‐0.59

42 0.86 0.29 2.21 0.10 ‐0.15 0.22 1.37 ‐1.38 0.19 0.29 2.18 ‐1.04 0.40 0.31 2.50 ‐0.61

43 1.19 0.37 2.81 0.27 ‐0.23 0.20 0.75 ‐1.49 0.28 0.29 2.32 ‐0.98 0.43 0.34 2.40 ‐0.54

44 1.40 0.42 3.33 0.45 ‐0.24 0.18 0.43 ‐1.38 0.14 0.26 2.03 ‐1.04 0.39 0.32 2.44 ‐0.70

45 1.42 0.43 3.30 0.40 ‐0.24 0.15 0.29 ‐1.07 0.03 0.23 1.60 ‐1.06 0.32 0.27 2.38 ‐0.83

46 0.00 0.00 0.00 0.00 ‐16.21 0.20 ‐15.60 0.00 0.00 0.00 0.00 0.00 13.89 0.30 14.53 13.26

47 1.84 0.53 4.34 0.56 ‐0.22 0.10 0.14 ‐0.70 ‐0.07 0.15 0.77 ‐1.22 0.06 0.17 1.15 ‐0.93

48 1.97 0.57 4.95 0.61 ‐0.21 0.08 0.15 ‐0.77 ‐0.10 0.10 0.36 ‐0.79 ‐0.05 0.11 0.66 ‐0.73

49 0.52 0.18 1.38 ‐0.03 ‐0.07 0.19 1.27 ‐1.39 0.25 0.23 1.75 ‐0.67 0.24 0.22 1.64 ‐0.56

50 0.93 0.30 2.23 0.12 ‐0.15 0.22 1.47 ‐1.50 0.27 0.29 2.43 ‐0.86 0.39 0.32 2.48 ‐0.56

51 1.20 0.37 2.77 0.28 ‐0.21 0.20 0.93 ‐1.56 0.12 0.30 2.24 ‐1.16 0.45 0.34 2.64 ‐0.64

52 1.38 0.41 3.17 0.33 ‐0.21 0.17 0.45 ‐1.27 0.09 0.27 1.85 ‐1.08 0.41 0.33 2.76 ‐0.62

53 1.45 0.43 3.36 0.35 ‐0.21 0.14 0.31 ‐1.14 0.10 0.23 1.53 ‐0.97 0.35 0.28 2.24 ‐0.53

54 1.58 0.47 3.60 0.41 ‐0.21 0.12 0.19 ‐0.80 ‐0.03 0.20 1.16 ‐0.94 0.19 0.23 1.79 ‐0.68

55 1.87 0.55 4.44 0.38 ‐0.21 0.10 0.14 ‐0.72 ‐0.07 0.16 0.67 ‐1.09 0.05 0.18 1.06 ‐1.04

56 2.08 0.61 5.13 0.52 ‐0.22 0.09 0.15 ‐0.77 ‐0.06 0.09 0.30 ‐0.70 ‐0.03 0.12 0.55 ‐0.78

57 0.52 0.19 1.65 ‐0.07 ‐0.02 0.20 1.29 ‐1.20 0.23 0.22 1.80 ‐0.65 0.24 0.22 1.73 ‐0.55

58 0.95 0.30 2.37 0.24 ‐0.09 0.22 1.53 ‐1.19 0.32 0.28 2.32 ‐0.76 0.42 0.31 2.44 ‐0.52

59 1.22 0.37 2.79 0.30 ‐0.19 0.20 0.87 ‐1.41 0.27 0.28 2.51 ‐0.76 0.44 0.33 2.51 ‐0.58

60 1.38 0.41 3.20 0.18 ‐0.20 0.18 0.46 ‐1.39 0.22 0.26 1.94 ‐0.89 0.38 0.32 2.53 ‐0.67

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.67 0.48 3.99 0.45 ‐0.20 0.12 0.19 ‐0.93 0.36 0.20 1.55 ‐0.67 0.21 0.23 1.72 ‐0.78

63 1.92 0.57 4.75 0.32 ‐0.20 0.11 0.22 ‐0.76 ‐0.03 0.16 0.80 ‐0.93 0.08 0.17 1.07 ‐0.87

64 2.08 0.60 5.07 0.47 ‐0.21 0.11 0.30 ‐0.96 ‐0.01 0.10 0.48 ‐0.53 ‐0.01 0.12 0.68 ‐0.75

Table E2 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 10o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.29 0.15 1.20 ‐0.28 ‐0.03 0.18 1.37 ‐1.08 0.05 0.19 1.49 ‐0.92 0.18 0.20 1.61 ‐0.57

2 0.39 0.23 1.61 ‐0.37 ‐0.09 0.19 1.32 ‐1.34 0.07 0.22 1.89 ‐1.00 0.24 0.27 2.17 ‐0.69

3 0.60 0.27 1.99 ‐0.39 ‐0.11 0.17 0.95 ‐1.28 0.09 0.21 1.82 ‐1.11 0.23 0.27 2.32 ‐0.63

4 0.77 0.30 2.31 ‐0.02 ‐0.12 0.16 0.69 ‐1.28 0.06 0.19 1.59 ‐1.04 0.26 0.24 2.37 ‐0.58

5 0.76 0.29 2.26 ‐0.03 ‐0.11 0.13 0.58 ‐1.02 0.00 0.16 1.35 ‐0.94 0.18 0.20 1.67 ‐0.69

6 0.81 0.30 2.44 ‐0.15 ‐0.09 0.11 0.51 ‐0.78 ‐0.04 0.15 1.06 ‐1.23 0.07 0.17 1.25 ‐0.76

7 1.00 0.38 3.16 0.02 ‐0.09 0.11 0.65 ‐0.91 ‐0.02 0.12 0.83 ‐0.87 ‐0.01 0.14 1.06 ‐0.73

8 1.18 0.52 4.03 ‐0.04 ‐0.06 0.13 1.09 ‐0.88 0.00 0.11 1.00 ‐0.76 ‐0.01 0.12 1.27 ‐0.52

9 0.17 0.13 0.92 ‐0.37 ‐0.04 0.18 1.41 ‐1.34 0.13 0.18 1.39 ‐0.88 0.24 0.20 1.35 ‐0.40

10 0.64 0.26 2.07 ‐0.10 ‐0.08 0.20 1.68 ‐1.43 0.26 0.27 2.10 ‐0.95 0.39 0.29 2.23 ‐0.57

11 0.89 0.33 2.81 ‐0.01 ‐0.16 0.20 1.13 ‐1.53 0.22 0.26 2.00 ‐0.95 0.42 0.30 2.41 ‐0.86

12 1.09 0.37 3.15 0.19 ‐0.15 0.18 0.58 ‐1.54 0.19 0.24 1.93 ‐0.98 0.35 0.27 2.35 ‐0.75

13 1.04 0.37 3.18 0.18 ‐0.13 0.14 0.34 ‐1.32 0.05 0.20 1.45 ‐1.13 0.27 0.23 1.73 ‐0.67

14 1.14 0.39 3.19 0.06 ‐0.10 0.11 0.28 ‐0.76 0.03 0.16 1.17 ‐0.90 0.19 0.19 1.40 ‐0.73

15 1.47 0.46 3.86 0.17 ‐0.13 0.09 0.23 ‐0.62 0.02 0.13 0.93 ‐0.78 0.03 0.15 0.98 ‐0.70

16 1.62 0.56 4.58 0.14 ‐0.12 0.08 0.32 ‐0.72 0.09 0.09 0.74 ‐0.60 ‐0.04 0.10 0.76 ‐0.60

17 0.35 0.16 1.29 ‐0.33 ‐0.02 0.17 1.43 ‐1.28 0.20 0.20 1.50 ‐0.75 0.24 0.21 1.44 ‐0.52

18 0.00 0.00 0.00 0.00 ‐0.08 0.15 0.51 0.00 0.00 0.00 0.00 0.00 0.29 0.21 1.13 ‐0.30

19 0.93 0.33 2.78 ‐0.10 ‐0.16 0.20 0.74 ‐1.63 0.26 0.27 1.93 ‐0.97 0.36 0.30 2.49 ‐0.75

20 1.13 0.37 3.20 0.28 ‐0.16 0.17 0.51 ‐1.27 0.32 0.25 1.89 ‐0.76 0.35 0.28 2.29 ‐0.61

21 1.19 0.38 3.21 0.31 ‐0.12 0.14 0.37 ‐0.95 0.09 0.21 1.68 ‐0.85 0.27 0.23 1.88 ‐0.69

22 1.27 0.40 3.54 0.35 ‐0.13 0.11 0.25 ‐0.82 0.07 0.18 1.03 ‐0.86 0.11 0.19 1.19 ‐0.82

23 1.51 0.47 4.26 0.34 ‐0.10 0.09 0.19 ‐0.59 ‐0.04 0.14 0.77 ‐0.87 ‐0.01 0.16 0.69 ‐1.11

24 1.80 0.57 5.01 0.29 ‐0.11 0.09 0.34 ‐0.63 ‐0.01 0.09 0.68 ‐0.51 ‐0.06 0.11 0.67 ‐0.64

25 0.28 0.15 1.08 ‐0.33 ‐0.01 0.16 1.35 ‐1.27 0.19 0.19 1.46 ‐0.71 0.16 0.17 1.08 ‐0.58

26 0.73 0.27 2.13 ‐0.09 0.05 0.21 1.45 ‐1.31 0.37 0.26 2.14 ‐0.73 0.39 0.28 2.22 ‐0.52

27 1.00 0.34 2.79 ‐0.11 ‐0.08 0.19 0.77 ‐1.35 0.30 0.27 2.14 ‐0.96 0.41 0.30 2.38 ‐0.56

28 1.18 0.37 3.27 0.11 ‐0.09 0.17 0.54 ‐1.31 0.29 0.25 1.97 ‐0.77 0.36 0.27 2.18 ‐0.59

29 1.28 0.38 3.43 0.29 ‐0.08 0.14 0.44 ‐0.82 0.20 0.22 1.59 ‐0.65 0.29 0.23 2.08 ‐0.59

30 1.33 0.41 3.71 0.30 ‐0.09 0.11 0.31 ‐0.68 0.09 0.18 1.15 ‐0.69 0.17 0.19 1.51 ‐0.71

31 1.57 0.47 4.22 0.39 ‐0.06 0.10 0.35 ‐0.50 0.05 0.14 0.75 ‐0.91 0.07 0.15 0.97 ‐0.74

32 1.82 0.52 4.84 0.36 ‐0.09 0.11 0.48 ‐0.80 0.02 0.09 0.51 ‐0.45 ‐0.04 0.11 0.56 ‐0.83

33 0.38 0.16 1.20 ‐0.11 ‐0.03 0.18 1.27 ‐1.07 0.33 0.19 1.61 ‐0.49 0.15 0.19 1.45 ‐0.68

34 0.74 0.27 2.06 ‐0.22 ‐0.03 0.20 1.51 ‐1.41 0.32 0.25 1.98 ‐0.58 0.30 0.27 1.97 ‐0.66

35 1.00 0.34 2.67 0.02 ‐0.09 0.19 0.87 ‐1.27 0.30 0.25 2.03 ‐0.74 0.33 0.30 2.24 ‐0.59

36 1.24 0.37 3.15 0.25 ‐0.04 0.17 0.57 ‐1.59 0.36 0.24 1.88 ‐0.66 0.32 0.28 2.18 ‐0.82

37 1.30 0.38 3.44 0.27 ‐0.09 0.14 0.42 ‐1.01 0.29 0.21 1.65 ‐0.54 0.24 0.24 1.90 ‐0.67

38 1.44 0.41 3.76 0.35 ‐0.06 0.12 0.36 ‐0.65 0.14 0.18 1.30 ‐0.73 0.13 0.19 1.32 ‐0.85

39 1.68 0.49 4.59 0.38 ‐0.11 0.10 0.27 ‐0.55 0.03 0.15 0.75 ‐0.84 0.00 0.15 0.72 ‐1.04

40 1.87 0.55 5.09 0.38 ‐0.09 0.11 0.51 ‐0.63 ‐0.01 0.09 0.48 ‐0.52 ‐0.07 0.11 0.54 ‐0.72

41 0.46 0.17 1.37 ‐0.06 0.08 0.18 1.41 ‐0.90 0.27 0.20 1.50 ‐0.54 0.19 0.20 1.51 ‐0.72

42 0.78 0.26 2.11 0.07 0.02 0.22 1.62 ‐1.06 0.32 0.24 1.86 ‐0.73 0.33 0.28 2.08 ‐0.70

43 1.08 0.34 2.69 0.19 ‐0.04 0.21 1.07 ‐1.23 0.51 0.26 2.32 ‐0.53 0.35 0.30 2.51 ‐0.77

44 1.24 0.37 3.09 0.23 ‐0.04 0.18 0.69 ‐1.17 0.36 0.24 2.17 ‐0.54 0.32 0.28 2.09 ‐0.80

45 1.25 0.38 3.11 0.30 ‐0.05 0.14 0.47 ‐1.05 0.24 0.21 1.63 ‐0.63 0.26 0.24 1.96 ‐0.89

46 0.00 0.00 0.00 0.00 ‐19.10 0.27 ‐18.57 0.00 0.00 0.00 0.00 0.00 13.52 0.42 14.54 12.69

47 1.69 0.50 4.51 0.36 ‐0.05 0.10 0.38 ‐0.54 0.10 0.14 1.00 ‐0.73 0.04 0.15 0.81 ‐0.97

48 1.81 0.55 4.71 0.35 ‐0.08 0.12 0.58 ‐0.71 0.00 0.09 0.61 ‐0.56 ‐0.06 0.11 0.55 ‐0.73

49 0.49 0.17 1.38 ‐0.02 0.04 0.20 1.55 ‐0.86 0.26 0.19 1.59 ‐0.54 0.17 0.20 1.44 ‐0.52

50 0.85 0.27 2.23 0.06 0.04 0.22 1.78 ‐1.00 0.35 0.25 2.19 ‐0.52 0.27 0.27 2.03 ‐0.61

51 1.05 0.33 2.71 0.19 ‐0.01 0.21 1.18 ‐1.08 0.27 0.28 2.14 ‐0.82 0.33 0.29 2.41 ‐0.69

52 1.22 0.37 3.01 0.35 0.00 0.17 0.83 ‐1.17 0.25 0.23 2.04 ‐0.73 0.30 0.27 2.24 ‐0.73

53 1.28 0.39 3.40 0.27 ‐0.01 0.14 0.51 ‐0.90 0.26 0.20 1.94 ‐0.60 0.25 0.23 2.02 ‐0.61

54 1.43 0.43 3.91 0.37 ‐0.01 0.12 0.41 ‐0.65 0.13 0.17 1.51 ‐0.66 0.10 0.18 1.29 ‐0.87

55 1.67 0.52 4.55 0.34 ‐0.03 0.11 0.39 ‐0.57 0.07 0.14 0.94 ‐0.67 0.03 0.15 0.82 ‐1.05

56 1.94 0.59 5.35 0.46 ‐0.06 0.13 0.58 ‐0.71 0.04 0.10 0.73 ‐0.49 0.01 0.12 0.72 ‐0.71

57 0.46 0.17 1.30 ‐0.08 0.11 0.20 1.57 ‐0.83 0.20 0.20 1.68 ‐0.71 0.19 0.19 1.43 ‐0.71

58 0.87 0.28 2.15 0.01 0.14 0.23 1.73 ‐0.96 0.32 0.25 2.23 ‐0.76 0.35 0.26 2.04 ‐0.59

59 1.09 0.34 2.80 0.26 0.06 0.21 1.51 ‐1.40 0.32 0.25 2.16 ‐0.84 0.36 0.27 2.18 ‐0.65

60 1.24 0.38 3.20 0.30 0.01 0.18 0.88 ‐1.09 0.32 0.23 1.96 ‐0.72 0.29 0.25 2.06 ‐0.67

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.59 0.45 4.09 0.48 ‐0.03 0.12 0.46 ‐0.70 0.55 0.16 1.59 ‐0.40 0.15 0.17 1.37 ‐0.65

63 1.75 0.55 4.98 0.33 ‐0.02 0.12 0.50 ‐0.62 0.06 0.13 0.85 ‐0.70 0.10 0.14 0.89 ‐0.78

64 1.94 0.58 5.74 0.48 ‐0.01 0.14 0.77 ‐0.71 0.10 0.10 0.77 ‐0.49 0.07 0.13 0.79 ‐0.47

Table E3 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 20o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.25 0.12 0.95 ‐0.14 0.02 0.14 1.30 ‐0.77 0.06 0.16 1.23 ‐0.53 0.09 0.18 1.33 ‐0.77

2 0.28 0.18 1.24 ‐0.30 ‐0.04 0.15 1.09 ‐1.22 0.11 0.18 1.43 ‐0.62 0.11 0.21 1.68 ‐0.53

3 0.43 0.23 1.57 ‐0.35 ‐0.04 0.14 0.86 ‐1.10 0.15 0.18 1.65 ‐0.59 0.11 0.21 2.00 ‐0.64

4 0.60 0.24 1.87 ‐0.29 ‐0.05 0.12 0.43 ‐0.98 0.14 0.17 1.57 ‐0.65 0.17 0.18 1.52 ‐0.56

5 0.59 0.23 1.97 ‐0.19 ‐0.04 0.10 0.35 ‐0.73 0.06 0.14 1.17 ‐0.65 0.11 0.15 1.34 ‐0.60

6 0.63 0.25 2.15 ‐0.28 ‐0.01 0.08 0.33 ‐0.56 ‐0.02 0.13 0.71 ‐1.17 0.04 0.13 0.93 ‐0.69

7 0.79 0.33 2.42 ‐0.09 ‐0.02 0.07 0.38 ‐0.54 0.01 0.10 0.56 ‐0.68 ‐0.02 0.11 0.78 ‐0.61

8 0.89 0.47 3.15 ‐0.20 0.00 0.07 0.58 ‐0.42 0.00 0.08 0.60 ‐0.57 0.01 0.11 0.77 ‐0.42

9 0.12 0.11 0.71 ‐0.29 0.00 0.15 1.20 ‐0.83 0.12 0.15 1.05 ‐0.55 0.17 0.18 1.44 ‐0.54

10 0.57 0.23 1.76 ‐0.07 0.00 0.19 1.28 ‐1.07 0.32 0.22 2.02 ‐0.60 0.30 0.23 2.15 ‐0.46

11 0.77 0.29 2.20 ‐0.02 ‐0.10 0.20 0.83 ‐1.15 0.29 0.22 2.02 ‐0.57 0.32 0.24 2.44 ‐0.49

12 0.94 0.31 2.57 0.05 ‐0.03 0.16 0.65 ‐1.05 0.29 0.20 1.99 ‐0.68 0.25 0.21 2.13 ‐0.59

13 0.83 0.30 2.58 ‐0.04 ‐0.04 0.12 0.40 ‐0.82 0.12 0.17 1.72 ‐0.66 0.18 0.18 1.56 ‐0.53

14 0.88 0.33 2.87 ‐0.25 0.00 0.10 0.35 ‐0.59 0.10 0.13 0.98 ‐0.57 0.16 0.15 1.15 ‐0.59

15 1.23 0.42 3.45 0.11 ‐0.04 0.08 0.28 ‐0.53 0.09 0.11 0.81 ‐0.59 0.03 0.13 0.90 ‐0.71

16 1.28 0.51 3.82 ‐0.01 ‐0.04 0.08 0.55 ‐0.52 0.16 0.09 0.75 ‐0.36 0.01 0.11 0.77 ‐0.49

17 0.30 0.14 1.05 ‐0.10 0.01 0.16 1.27 ‐0.89 0.16 0.17 1.25 ‐0.52 0.15 0.19 1.40 ‐0.58

18 0.00 0.00 0.00 0.00 ‐0.08 0.14 0.47 0.00 0.00 0.00 0.00 0.00 0.19 0.22 0.93 ‐0.43

19 0.83 0.28 2.35 0.03 ‐0.09 0.19 0.92 ‐1.19 0.26 0.24 1.82 ‐0.71 0.20 0.25 2.14 ‐0.57

20 0.98 0.31 2.58 0.22 ‐0.08 0.15 0.61 ‐1.28 0.40 0.21 1.93 ‐0.44 0.22 0.22 2.03 ‐0.54

21 1.03 0.32 2.84 0.26 ‐0.03 0.13 0.47 ‐0.78 0.15 0.17 1.42 ‐0.72 0.16 0.18 1.68 ‐0.63

22 1.07 0.35 3.03 0.12 ‐0.05 0.11 0.36 ‐0.64 0.15 0.14 1.21 ‐0.51 0.04 0.15 1.10 ‐0.74

23 1.25 0.41 3.51 0.07 0.00 0.09 0.37 ‐0.50 0.04 0.12 0.75 ‐0.64 0.01 0.13 0.74 ‐0.77

24 1.41 0.54 4.38 0.06 ‐0.01 0.10 0.59 ‐0.48 0.06 0.11 0.64 ‐0.49 0.00 0.12 0.69 ‐0.50

25 0.23 0.13 0.89 ‐0.26 0.02 0.15 1.01 ‐0.77 0.10 0.16 1.24 ‐0.55 0.10 0.15 1.08 ‐0.51

26 0.65 0.24 1.88 0.04 0.17 0.20 1.54 ‐0.83 0.32 0.22 1.76 ‐0.53 0.31 0.24 2.07 ‐0.49

27 0.87 0.30 2.46 0.09 0.03 0.19 0.94 ‐1.15 0.29 0.23 1.71 ‐0.53 0.33 0.25 2.31 ‐0.59

28 1.02 0.32 2.83 0.28 0.00 0.15 0.63 ‐0.94 0.31 0.21 1.79 ‐0.53 0.27 0.22 1.78 ‐0.55

29 1.14 0.33 2.98 0.26 ‐0.01 0.13 0.47 ‐0.79 0.23 0.18 1.34 ‐0.50 0.21 0.18 1.52 ‐0.43

30 1.13 0.36 3.13 0.19 ‐0.02 0.11 0.44 ‐0.55 0.12 0.15 1.08 ‐0.56 0.14 0.15 1.34 ‐0.51

31 1.36 0.42 3.68 0.17 0.03 0.10 0.48 ‐0.55 0.13 0.12 0.79 ‐0.70 0.12 0.13 0.85 ‐0.75

32 1.59 0.49 4.35 0.26 0.02 0.11 0.68 ‐0.43 0.09 0.10 0.69 ‐0.32 0.04 0.13 0.72 ‐0.60

33 0.33 0.14 1.07 ‐0.10 ‐0.04 0.17 1.07 ‐1.05 0.28 0.16 1.51 ‐0.34 0.10 0.18 1.17 ‐0.63

34 0.65 0.24 1.81 0.01 0.00 0.20 1.28 ‐1.00 0.23 0.21 1.84 ‐0.66 0.22 0.23 1.83 ‐0.59

35 0.88 0.30 2.42 ‐0.05 ‐0.03 0.19 0.97 ‐1.09 0.21 0.22 1.88 ‐0.67 0.21 0.25 1.92 ‐0.67

36 1.10 0.33 2.86 0.34 0.03 0.16 0.78 ‐1.04 0.34 0.20 1.95 ‐0.44 0.23 0.22 1.87 ‐0.71

37 1.15 0.34 3.10 0.35 ‐0.03 0.13 0.45 ‐0.76 0.30 0.18 1.73 ‐0.52 0.16 0.19 1.67 ‐0.65

38 1.27 0.36 3.39 0.37 0.02 0.12 0.49 ‐0.62 0.17 0.15 1.30 ‐0.56 0.11 0.15 1.03 ‐0.58

39 1.44 0.42 3.78 0.31 ‐0.03 0.11 0.43 ‐0.57 0.10 0.13 0.88 ‐0.71 0.05 0.13 0.72 ‐0.81

40 1.69 0.51 4.50 0.27 0.01 0.12 0.63 ‐0.48 0.07 0.11 0.74 ‐0.40 0.02 0.13 0.76 ‐0.55

41 0.42 0.15 1.28 ‐0.07 0.10 0.17 1.37 ‐0.65 0.21 0.17 1.42 ‐0.54 0.18 0.18 1.39 ‐0.45

42 0.70 0.24 1.88 0.04 0.07 0.21 1.36 ‐0.93 0.20 0.22 1.69 ‐0.60 0.31 0.26 2.14 ‐0.67

43 0.98 0.31 2.55 0.25 0.02 0.20 1.18 ‐0.99 0.50 0.22 2.23 ‐0.38 0.32 0.26 2.18 ‐0.52

44 1.12 0.34 2.87 0.34 0.02 0.16 0.78 ‐0.85 0.35 0.20 1.88 ‐0.40 0.25 0.23 1.84 ‐0.61

45 1.10 0.34 3.08 0.30 ‐0.02 0.14 0.50 ‐0.70 0.21 0.17 1.50 ‐0.51 0.21 0.19 1.60 ‐0.49

46 0.00 0.00 0.00 0.00 ‐22.02 0.17 ‐21.47 0.00 0.00 0.00 0.00 0.00 15.73 0.19 16.45 15.24

47 1.53 0.44 4.24 0.41 0.01 0.11 0.52 ‐0.60 0.16 0.12 0.81 ‐0.79 0.10 0.13 0.75 ‐0.74

48 1.67 0.49 4.66 0.36 ‐0.01 0.13 0.67 ‐0.53 0.08 0.11 0.69 ‐0.49 0.02 0.13 0.72 ‐0.53

49 0.46 0.16 1.31 ‐0.02 0.00 0.18 1.34 ‐0.83 0.20 0.17 1.41 ‐0.45 0.14 0.20 1.33 ‐0.65

50 0.77 0.25 2.07 0.13 0.06 0.21 1.57 ‐0.99 0.26 0.23 1.86 ‐0.56 0.24 0.27 2.06 ‐0.71

51 0.94 0.30 2.60 0.21 0.01 0.20 1.23 ‐1.16 0.15 0.26 1.75 ‐0.94 0.30 0.27 2.18 ‐0.81

52 1.11 0.34 2.84 0.27 0.03 0.17 0.81 ‐0.94 0.20 0.19 1.67 ‐0.68 0.28 0.23 1.97 ‐0.79

53 1.15 0.35 2.95 0.26 0.00 0.14 0.61 ‐0.71 0.26 0.16 1.54 ‐0.48 0.24 0.19 1.65 ‐0.62

54 1.29 0.39 3.61 0.32 0.03 0.13 0.52 ‐0.67 0.14 0.14 1.18 ‐0.48 0.11 0.15 1.13 ‐0.63

55 1.51 0.46 4.28 0.31 0.03 0.12 0.55 ‐0.69 0.14 0.12 0.91 ‐0.53 0.10 0.13 0.75 ‐0.65

56 1.81 0.54 5.25 0.43 0.01 0.14 0.66 ‐0.57 0.14 0.13 0.82 ‐0.37 0.12 0.14 0.78 ‐0.46

57 0.41 0.16 1.32 ‐0.05 0.11 0.18 1.43 ‐0.78 0.13 0.18 1.42 ‐0.63 0.20 0.20 1.47 ‐0.52

58 0.79 0.26 2.14 0.12 0.17 0.22 1.84 ‐0.91 0.27 0.23 1.77 ‐0.56 0.39 0.26 2.09 ‐0.61

59 0.99 0.32 2.56 0.20 0.11 0.20 1.26 ‐1.09 0.30 0.22 2.03 ‐0.79 0.41 0.27 2.14 ‐0.71

60 1.14 0.35 2.85 0.30 0.06 0.17 0.96 ‐0.95 0.30 0.19 1.84 ‐0.80 0.32 0.23 2.04 ‐0.60

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.50 0.41 3.96 0.53 0.00 0.13 0.50 ‐0.81 0.69 0.14 1.62 0.04 0.21 0.16 1.19 ‐0.61

63 1.58 0.51 4.98 0.35 0.03 0.12 0.60 ‐0.54 0.11 0.13 0.81 ‐0.64 0.21 0.14 0.89 ‐0.43

64 1.81 0.53 5.06 0.42 0.05 0.14 0.75 ‐0.55 0.22 0.13 1.04 ‐0.26 0.22 0.16 0.98 ‐0.39

Table E4 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 30o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.21 0.09 0.92 ‐0.22 0.02 0.13 0.87 ‐0.54 0.00 0.12 0.90 ‐0.47 0.09 0.15 1.09 ‐0.57

2 0.20 0.15 1.22 ‐0.37 ‐0.05 0.14 0.89 ‐0.68 0.05 0.14 1.13 ‐0.57 0.09 0.19 1.38 ‐0.67

3 0.31 0.18 1.40 ‐0.40 ‐0.05 0.12 0.80 ‐0.72 0.11 0.14 1.37 ‐0.49 0.08 0.18 1.33 ‐0.69

4 0.46 0.19 1.69 ‐0.26 ‐0.04 0.10 0.52 ‐0.75 0.12 0.13 1.20 ‐0.57 0.13 0.15 1.30 ‐0.49

5 0.43 0.19 1.56 ‐0.20 ‐0.04 0.08 0.39 ‐0.57 0.05 0.11 0.88 ‐0.46 0.07 0.12 1.08 ‐0.46

6 0.44 0.21 1.58 ‐0.39 0.00 0.07 0.36 ‐0.49 ‐0.02 0.11 0.62 ‐0.91 0.00 0.10 0.72 ‐0.64

7 0.59 0.28 1.99 ‐0.18 ‐0.01 0.07 0.34 ‐0.48 0.06 0.09 0.62 ‐0.54 ‐0.05 0.09 0.45 ‐0.71

8 0.64 0.39 2.81 ‐0.34 0.03 0.08 0.55 ‐0.47 0.06 0.10 0.64 ‐0.43 0.03 0.10 0.69 ‐0.37

9 0.06 0.09 0.76 ‐0.38 ‐0.01 0.14 1.05 ‐0.67 0.05 0.12 0.89 ‐0.41 0.19 0.15 1.28 ‐0.42

10 0.46 0.20 1.69 ‐0.20 0.02 0.18 1.40 ‐0.79 0.27 0.20 1.81 ‐0.50 0.34 0.23 1.98 ‐0.47

11 0.61 0.25 1.99 ‐0.25 ‐0.04 0.17 1.15 ‐0.84 0.24 0.19 1.80 ‐0.63 0.33 0.22 1.96 ‐0.50

12 0.77 0.27 2.23 ‐0.11 0.02 0.13 0.95 ‐0.83 0.28 0.17 1.75 ‐0.62 0.23 0.19 1.57 ‐0.48

13 0.63 0.26 2.09 ‐0.22 ‐0.04 0.11 0.53 ‐0.62 0.09 0.14 1.21 ‐0.50 0.16 0.15 1.22 ‐0.58

14 0.63 0.29 2.14 ‐0.33 0.02 0.09 0.46 ‐0.49 0.10 0.12 0.81 ‐0.53 0.16 0.13 0.99 ‐0.63

15 0.97 0.37 2.82 ‐0.27 ‐0.03 0.09 0.36 ‐0.56 0.14 0.11 0.68 ‐0.46 0.02 0.11 0.68 ‐0.70

16 0.96 0.45 3.35 ‐0.31 ‐0.02 0.09 0.52 ‐0.43 0.24 0.11 0.93 ‐0.20 0.03 0.11 0.80 ‐0.43

17 0.24 0.12 1.02 ‐0.16 0.01 0.15 1.07 ‐0.64 0.11 0.15 1.10 ‐0.58 0.16 0.17 1.27 ‐0.37

18 0.00 0.00 0.00 0.00 ‐0.08 0.19 0.46 0.00 0.00 0.00 0.00 0.00 0.01 0.25 0.79 ‐0.73

19 0.67 0.24 1.99 ‐0.12 ‐0.12 0.18 1.19 ‐1.04 0.23 0.21 1.74 ‐0.62 0.14 0.25 1.85 ‐0.72

20 0.79 0.27 2.21 ‐0.01 ‐0.09 0.14 0.69 ‐1.00 0.40 0.18 1.82 ‐0.42 0.21 0.20 1.67 ‐0.45

21 0.84 0.28 2.35 0.04 ‐0.04 0.12 0.57 ‐0.70 0.14 0.15 1.33 ‐0.55 0.14 0.16 1.25 ‐0.47

22 0.84 0.31 2.43 ‐0.05 ‐0.06 0.11 0.40 ‐0.64 0.19 0.12 1.05 ‐0.39 0.02 0.13 0.83 ‐0.71

23 1.00 0.37 2.83 ‐0.01 0.03 0.10 0.45 ‐0.49 0.11 0.12 0.71 ‐0.46 0.03 0.12 0.79 ‐0.66

24 1.05 0.48 3.45 ‐0.31 0.03 0.10 0.63 ‐0.39 0.15 0.12 0.88 ‐0.29 0.04 0.12 0.77 ‐0.48

25 0.16 0.11 0.82 ‐0.34 0.02 0.13 0.85 ‐0.59 0.05 0.14 0.91 ‐0.64 0.11 0.14 1.09 ‐0.51

26 0.52 0.21 1.66 ‐0.08 0.23 0.19 1.54 ‐0.62 0.28 0.20 1.58 ‐0.47 0.35 0.24 1.85 ‐0.48

27 0.72 0.26 2.08 0.00 0.08 0.18 1.33 ‐0.84 0.25 0.21 1.75 ‐0.57 0.36 0.25 1.97 ‐0.51

28 0.83 0.28 2.34 ‐0.01 0.01 0.15 0.88 ‐0.79 0.27 0.18 1.59 ‐0.40 0.27 0.21 1.91 ‐0.54

29 0.94 0.29 2.46 0.01 ‐0.01 0.12 0.65 ‐0.54 0.20 0.15 1.37 ‐0.40 0.22 0.17 1.50 ‐0.50

30 0.88 0.32 2.48 ‐0.04 0.00 0.11 0.56 ‐0.55 0.11 0.13 0.99 ‐0.52 0.16 0.14 1.02 ‐0.51

31 1.06 0.38 3.02 ‐0.08 0.06 0.10 0.60 ‐0.58 0.16 0.12 0.88 ‐0.48 0.15 0.13 0.88 ‐0.48

32 1.28 0.46 3.94 0.03 0.03 0.11 0.64 ‐0.50 0.16 0.12 0.91 ‐0.26 0.08 0.13 0.79 ‐0.57

33 0.26 0.12 0.96 ‐0.14 ‐0.05 0.16 1.00 ‐0.79 0.28 0.17 1.31 ‐0.39 0.09 0.17 1.22 ‐0.58

34 0.54 0.21 1.57 ‐0.06 0.03 0.18 1.39 ‐0.83 0.20 0.21 1.57 ‐0.62 0.23 0.23 1.59 ‐0.56

35 0.73 0.26 1.95 ‐0.16 ‐0.02 0.17 1.15 ‐0.85 0.17 0.21 1.50 ‐0.67 0.21 0.24 1.74 ‐0.63

36 0.92 0.28 2.32 0.15 0.06 0.15 0.90 ‐0.82 0.34 0.19 1.73 ‐0.48 0.25 0.22 1.67 ‐0.70

37 0.95 0.29 2.52 ‐0.03 ‐0.02 0.12 0.62 ‐0.67 0.30 0.16 1.55 ‐0.46 0.20 0.18 1.65 ‐0.58

38 1.05 0.32 2.80 0.11 0.05 0.11 0.56 ‐0.50 0.19 0.13 1.11 ‐0.44 0.17 0.14 1.07 ‐0.49

39 1.16 0.37 3.00 0.12 0.00 0.11 0.53 ‐0.62 0.16 0.13 0.82 ‐0.47 0.13 0.13 0.84 ‐0.62

40 1.33 0.47 3.86 ‐0.09 0.04 0.13 0.71 ‐0.59 0.16 0.13 0.91 ‐0.36 0.10 0.14 0.82 ‐0.44

41 0.35 0.14 1.20 ‐0.06 0.10 0.16 1.12 ‐0.61 0.20 0.18 1.34 ‐0.48 0.18 0.17 1.25 ‐0.54

42 0.58 0.21 1.71 ‐0.06 0.08 0.20 1.49 ‐0.87 0.16 0.23 1.68 ‐0.79 0.31 0.24 1.77 ‐0.69

43 0.84 0.27 2.22 0.00 0.05 0.19 1.37 ‐0.80 0.52 0.23 2.12 ‐0.44 0.32 0.26 2.09 ‐0.68

44 0.94 0.29 2.42 0.07 0.03 0.16 0.98 ‐0.90 0.35 0.20 1.72 ‐0.65 0.27 0.23 1.63 ‐0.59

45 0.87 0.29 2.33 ‐0.02 ‐0.02 0.13 0.67 ‐0.73 0.19 0.16 1.32 ‐0.62 0.24 0.19 1.56 ‐0.47

46 0.00 0.00 0.00 0.00 ‐24.26 0.27 ‐23.67 0.00 0.00 0.00 0.00 0.00 17.49 0.36 18.56 16.72

47 1.27 0.40 3.26 0.18 0.02 0.12 0.51 ‐0.59 0.20 0.13 0.92 ‐0.50 0.16 0.13 0.84 ‐0.37

48 1.36 0.45 3.70 0.11 0.01 0.13 0.65 ‐0.54 0.16 0.13 0.87 ‐0.50 0.08 0.14 0.87 ‐0.41

49 0.40 0.14 1.19 ‐0.02 ‐0.05 0.17 1.16 ‐0.78 0.20 0.18 1.32 ‐0.44 0.12 0.19 1.35 ‐0.59

50 0.66 0.22 1.86 0.04 0.02 0.20 1.41 ‐0.81 0.30 0.23 1.73 ‐0.61 0.22 0.25 1.80 ‐0.61

51 0.78 0.26 2.13 0.04 ‐0.01 0.19 1.21 ‐0.82 0.23 0.24 1.72 ‐0.84 0.29 0.25 2.00 ‐0.58

52 0.93 0.29 2.38 0.12 0.03 0.16 0.94 ‐0.80 0.19 0.20 1.54 ‐0.66 0.28 0.22 1.82 ‐0.72

53 0.93 0.30 2.49 0.12 0.00 0.13 0.74 ‐0.68 0.28 0.16 1.46 ‐0.63 0.28 0.19 1.43 ‐0.49

54 1.06 0.33 2.83 0.07 0.03 0.12 0.55 ‐0.78 0.18 0.14 1.09 ‐0.61 0.17 0.15 1.16 ‐0.55

55 1.20 0.40 3.22 0.13 0.05 0.13 0.60 ‐0.62 0.21 0.13 0.94 ‐0.41 0.19 0.14 0.96 ‐0.57

56 1.52 0.49 4.32 0.28 0.06 0.15 0.89 ‐0.52 0.26 0.16 1.06 ‐0.27 0.23 0.16 1.24 ‐0.34

57 0.34 0.15 1.08 ‐0.14 0.10 0.17 1.29 ‐0.73 0.14 0.17 1.55 ‐0.69 0.23 0.19 1.30 ‐0.50

58 0.68 0.24 1.89 ‐0.01 0.17 0.20 1.43 ‐0.70 0.28 0.22 1.87 ‐0.65 0.42 0.24 1.90 ‐0.48

59 0.84 0.29 2.13 0.06 0.11 0.19 1.31 ‐0.83 0.29 0.22 1.73 ‐0.71 0.42 0.23 1.89 ‐0.58

60 0.97 0.31 2.43 0.17 0.06 0.17 0.94 ‐0.78 0.31 0.20 1.76 ‐0.76 0.32 0.21 1.77 ‐0.64

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.30 0.36 3.00 0.37 0.01 0.12 0.62 ‐0.94 0.83 0.14 1.91 0.08 0.26 0.16 1.12 ‐0.46

63 1.30 0.43 3.44 0.18 0.06 0.13 0.69 ‐0.57 0.16 0.14 1.11 ‐0.41 0.26 0.16 1.03 ‐0.40

64 1.60 0.47 3.85 0.31 0.11 0.16 0.95 ‐0.49 0.33 0.16 1.28 ‐0.20 0.35 0.18 1.35 ‐0.26

Table E5 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 40o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.20 0.08 0.83 ‐0.13 0.03 0.11 0.83 ‐0.58 0.02 0.12 0.78 ‐0.45 0.08 0.12 0.86 ‐0.41

2 0.16 0.12 0.88 ‐0.33 ‐0.06 0.13 0.90 ‐0.74 0.07 0.13 1.00 ‐0.53 0.10 0.17 1.10 ‐0.55

3 0.23 0.14 1.06 ‐0.53 ‐0.06 0.11 0.68 ‐0.65 0.14 0.13 1.05 ‐0.40 0.09 0.15 1.15 ‐0.49

4 0.35 0.15 1.19 ‐0.20 ‐0.06 0.09 0.52 ‐0.58 0.13 0.11 1.05 ‐0.47 0.12 0.13 1.14 ‐0.45

5 0.30 0.15 1.19 ‐0.30 ‐0.04 0.07 0.43 ‐0.53 0.04 0.09 0.67 ‐0.51 0.06 0.10 0.83 ‐0.45

6 0.31 0.18 1.15 ‐0.52 0.01 0.07 0.32 ‐0.42 ‐0.03 0.10 0.55 ‐0.70 ‐0.01 0.08 0.62 ‐0.62

7 0.44 0.23 1.55 ‐0.28 0.00 0.08 0.45 ‐0.34 0.11 0.11 0.76 ‐0.29 ‐0.06 0.09 0.54 ‐0.61

8 0.45 0.33 2.15 ‐0.42 0.06 0.10 0.58 ‐0.40 0.11 0.10 0.69 ‐0.22 0.03 0.08 0.50 ‐0.31

9 0.02 0.08 0.62 ‐0.34 ‐0.01 0.12 0.83 ‐0.63 0.06 0.12 0.81 ‐0.47 0.17 0.14 1.05 ‐0.35

10 0.38 0.18 1.43 ‐0.22 0.05 0.16 1.18 ‐0.78 0.31 0.20 1.61 ‐0.43 0.31 0.22 1.71 ‐0.57

11 0.48 0.21 1.72 ‐0.19 ‐0.03 0.14 1.02 ‐0.73 0.26 0.19 1.62 ‐0.54 0.30 0.21 1.69 ‐0.51

12 0.63 0.22 1.92 ‐0.06 0.01 0.12 0.85 ‐0.67 0.31 0.17 1.49 ‐0.32 0.21 0.18 1.33 ‐0.51

13 0.47 0.21 1.78 ‐0.26 ‐0.05 0.09 0.49 ‐0.65 0.09 0.13 1.10 ‐0.46 0.14 0.14 1.11 ‐0.49

14 0.44 0.24 1.76 ‐0.38 0.01 0.09 0.47 ‐0.40 0.08 0.10 0.78 ‐0.35 0.14 0.11 0.85 ‐0.56

15 0.79 0.31 2.45 ‐0.10 ‐0.05 0.09 0.39 ‐0.47 0.14 0.10 0.88 ‐0.38 ‐0.03 0.10 0.49 ‐0.64

16 0.77 0.38 2.83 ‐0.16 ‐0.02 0.10 0.54 ‐0.42 0.27 0.11 0.86 ‐0.11 0.00 0.09 0.52 ‐0.72

17 0.20 0.10 0.92 ‐0.19 0.00 0.13 1.05 ‐0.59 0.12 0.14 1.04 ‐0.42 0.12 0.15 0.98 ‐0.46

18 0.00 0.00 0.00 0.00 0.06 0.11 0.48 0.00 0.00 0.00 0.00 0.00 0.07 0.18 0.67 ‐0.62

19 0.55 0.21 1.75 ‐0.09 ‐0.08 0.15 1.14 ‐0.80 0.32 0.19 1.44 ‐0.52 0.14 0.23 1.62 ‐0.80

20 0.64 0.22 1.91 ‐0.01 ‐0.11 0.13 0.89 ‐0.81 0.46 0.17 1.53 ‐0.49 0.16 0.18 1.45 ‐0.44

21 0.69 0.24 2.05 ‐0.06 ‐0.05 0.10 0.70 ‐0.59 0.16 0.14 1.13 ‐0.44 0.11 0.15 1.22 ‐0.49

22 0.66 0.26 2.22 ‐0.13 ‐0.07 0.10 0.40 ‐0.61 0.24 0.12 1.06 ‐0.27 0.00 0.11 0.73 ‐0.55

23 0.82 0.31 2.53 ‐0.05 0.06 0.11 0.62 ‐0.47 0.18 0.13 0.97 ‐0.33 0.02 0.12 0.62 ‐0.61

24 0.83 0.40 3.00 ‐0.15 0.06 0.12 0.70 ‐0.42 0.23 0.13 0.89 ‐0.21 0.04 0.11 0.68 ‐0.42

25 0.09 0.09 0.69 ‐0.33 0.02 0.11 0.84 ‐0.50 0.03 0.13 0.99 ‐0.49 0.10 0.12 0.84 ‐0.46

26 0.40 0.18 1.42 ‐0.14 0.25 0.17 1.59 ‐0.45 0.28 0.19 1.64 ‐0.38 0.29 0.21 1.64 ‐0.52

27 0.57 0.23 1.77 ‐0.11 0.10 0.16 1.21 ‐0.72 0.23 0.20 1.69 ‐0.58 0.28 0.21 1.77 ‐0.55

28 0.66 0.24 2.03 ‐0.07 0.01 0.14 0.88 ‐0.68 0.27 0.18 1.50 ‐0.48 0.20 0.18 1.65 ‐0.63

29 0.77 0.24 2.20 0.04 0.00 0.11 0.64 ‐0.60 0.19 0.14 1.32 ‐0.46 0.17 0.15 1.30 ‐0.50

30 0.66 0.27 2.29 ‐0.20 0.01 0.10 0.48 ‐0.54 0.10 0.12 0.91 ‐0.49 0.12 0.13 1.04 ‐0.64

31 0.80 0.33 2.77 ‐0.24 0.08 0.11 0.61 ‐0.42 0.15 0.12 0.81 ‐0.47 0.13 0.12 0.76 ‐0.47

32 1.03 0.40 3.27 0.00 0.03 0.13 0.66 ‐0.53 0.19 0.12 0.88 ‐0.29 0.05 0.12 0.64 ‐0.44

33 0.19 0.11 0.91 ‐0.20 ‐0.06 0.13 0.83 ‐0.79 0.30 0.14 1.35 ‐0.26 0.04 0.14 1.09 ‐0.51

34 0.45 0.19 1.42 ‐0.23 0.06 0.16 1.25 ‐0.65 0.19 0.19 1.50 ‐0.60 0.17 0.19 1.42 ‐0.53

35 0.59 0.22 1.74 ‐0.17 0.00 0.15 1.09 ‐0.69 0.14 0.19 1.29 ‐0.59 0.12 0.19 1.50 ‐0.58

36 0.75 0.25 2.02 0.03 0.09 0.14 0.88 ‐0.65 0.34 0.17 1.48 ‐0.44 0.16 0.18 1.42 ‐0.76

37 0.76 0.25 2.14 0.06 0.00 0.12 0.58 ‐0.64 0.30 0.15 1.32 ‐0.37 0.13 0.15 1.23 ‐0.52

38 0.85 0.27 2.32 0.03 0.10 0.11 0.58 ‐0.59 0.21 0.12 0.95 ‐0.40 0.15 0.12 0.92 ‐0.48

39 0.91 0.32 2.89 0.04 0.06 0.12 0.66 ‐0.54 0.19 0.13 1.00 ‐0.39 0.12 0.13 0.76 ‐0.48

40 1.00 0.42 3.51 ‐0.26 0.12 0.14 0.87 ‐0.38 0.23 0.14 1.07 ‐0.21 0.12 0.14 0.79 ‐0.38

41 0.28 0.12 0.99 ‐0.30 0.11 0.14 1.04 ‐0.53 0.22 0.15 1.22 ‐0.51 0.17 0.15 1.14 ‐0.42

42 0.44 0.19 1.43 ‐0.21 0.08 0.19 1.27 ‐0.79 0.13 0.18 1.35 ‐0.68 0.28 0.21 1.76 ‐0.52

43 0.68 0.25 2.00 ‐0.17 0.05 0.17 1.13 ‐0.76 0.52 0.19 1.72 ‐0.30 0.23 0.20 1.75 ‐0.59

44 0.77 0.26 2.15 0.05 0.03 0.15 0.83 ‐0.62 0.33 0.17 1.42 ‐0.40 0.17 0.17 1.35 ‐0.57

45 0.67 0.25 2.08 0.03 ‐0.03 0.12 0.62 ‐0.66 0.15 0.14 1.08 ‐0.51 0.15 0.15 1.29 ‐0.37

46 0.00 0.00 0.00 0.00 ‐25.87 0.12 ‐25.45 0.00 0.00 0.00 0.00 0.00 16.96 0.40 18.04 16.17

47 0.98 0.35 2.89 0.01 0.02 0.12 0.60 ‐0.49 0.19 0.12 0.84 ‐0.56 0.11 0.13 0.74 ‐0.46

48 1.05 0.40 3.31 ‐0.03 0.04 0.14 0.76 ‐0.54 0.19 0.14 0.98 ‐0.28 0.06 0.14 0.84 ‐0.50

49 0.34 0.12 1.04 ‐0.07 ‐0.03 0.15 0.93 ‐0.61 0.25 0.16 1.07 ‐0.47 0.12 0.16 1.17 ‐0.51

50 0.55 0.19 1.49 ‐0.08 0.06 0.20 1.33 ‐0.84 0.39 0.20 1.63 ‐0.43 0.23 0.21 1.61 ‐0.54

51 0.61 0.23 1.80 ‐0.16 0.01 0.18 1.28 ‐0.88 0.27 0.18 1.37 ‐0.73 0.25 0.20 1.53 ‐0.51

52 0.75 0.26 2.12 ‐0.05 0.04 0.15 1.05 ‐0.72 0.15 0.16 1.12 ‐0.71 0.21 0.16 1.35 ‐0.50

53 0.73 0.27 2.20 ‐0.10 ‐0.01 0.13 0.71 ‐0.76 0.26 0.13 0.98 ‐0.44 0.20 0.14 1.23 ‐0.41

54 0.86 0.30 2.66 0.07 0.02 0.12 0.57 ‐0.63 0.17 0.12 0.82 ‐0.41 0.08 0.13 0.90 ‐0.63

55 0.93 0.36 2.94 0.00 0.06 0.14 0.69 ‐0.68 0.23 0.14 0.87 ‐0.46 0.13 0.14 0.78 ‐0.57

56 1.18 0.43 3.54 ‐0.06 0.10 0.16 0.96 ‐0.50 0.32 0.16 1.19 ‐0.16 0.22 0.15 0.98 ‐0.31

57 0.25 0.13 1.19 ‐0.16 0.19 0.18 1.30 ‐0.57 0.20 0.18 1.21 ‐0.56 0.28 0.19 1.31 ‐0.44

58 0.54 0.22 1.80 ‐0.17 0.28 0.24 1.90 ‐0.54 0.34 0.23 1.63 ‐0.66 0.49 0.26 1.88 ‐0.35

59 0.66 0.26 1.93 ‐0.04 0.19 0.22 1.49 ‐0.69 0.32 0.21 1.65 ‐0.46 0.46 0.24 1.72 ‐0.35

60 0.78 0.27 2.07 0.02 0.10 0.18 1.30 ‐0.75 0.32 0.17 1.43 ‐0.45 0.31 0.18 1.34 ‐0.42

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.06 0.32 2.92 0.21 0.01 0.12 0.74 ‐0.72 0.88 0.12 1.63 0.24 0.20 0.13 1.03 ‐0.36

63 1.03 0.39 3.22 ‐0.04 0.06 0.15 0.75 ‐0.52 0.14 0.14 0.87 ‐0.49 0.22 0.16 1.04 ‐0.40

64 1.35 0.45 3.75 0.08 0.18 0.18 1.19 ‐0.43 0.38 0.17 1.39 ‐0.18 0.35 0.18 1.32 ‐0.16

Table E6 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 50o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.19 0.06 0.60 ‐0.12 0.06 0.09 0.75 ‐0.36 0.01 0.09 0.62 ‐0.36 0.05 0.09 0.75 ‐0.45

2 0.15 0.09 0.62 ‐0.32 0.01 0.11 0.80 ‐0.55 0.09 0.11 0.83 ‐0.39 0.08 0.12 0.84 ‐0.51

3 0.17 0.10 0.71 ‐0.30 0.00 0.10 0.66 ‐0.63 0.14 0.11 0.93 ‐0.30 0.06 0.12 0.93 ‐0.46

4 0.24 0.11 0.88 ‐0.20 ‐0.04 0.08 0.42 ‐0.54 0.14 0.09 0.84 ‐0.33 0.09 0.10 0.87 ‐0.57

5 0.19 0.11 0.86 ‐0.31 ‐0.03 0.06 0.41 ‐0.45 0.04 0.07 0.56 ‐0.36 0.04 0.08 0.71 ‐0.55

6 0.18 0.14 0.79 ‐0.63 0.01 0.06 0.30 ‐0.38 ‐0.03 0.09 0.37 ‐0.68 ‐0.01 0.06 0.37 ‐0.44

7 0.31 0.18 1.20 ‐0.25 0.00 0.09 0.50 ‐0.43 0.13 0.11 0.90 ‐0.41 ‐0.08 0.08 0.33 ‐0.61

8 0.29 0.24 1.49 ‐0.27 0.08 0.10 0.63 ‐0.36 0.13 0.10 0.69 ‐0.25 0.01 0.07 0.45 ‐0.32

9 ‐0.01 0.07 0.47 ‐0.32 0.01 0.10 0.71 ‐0.53 0.03 0.10 0.65 ‐0.36 0.15 0.11 0.79 ‐0.39

10 0.29 0.15 1.16 ‐0.33 0.10 0.16 1.18 ‐0.70 0.30 0.17 1.35 ‐0.32 0.28 0.18 1.37 ‐0.44

11 0.34 0.17 1.29 ‐0.29 0.02 0.14 1.01 ‐0.61 0.24 0.16 1.41 ‐0.45 0.26 0.17 1.38 ‐0.52

12 0.47 0.18 1.47 ‐0.20 0.05 0.12 0.75 ‐0.57 0.30 0.13 1.42 ‐0.36 0.17 0.14 1.21 ‐0.59

13 0.29 0.17 1.17 ‐0.33 ‐0.05 0.09 0.51 ‐0.58 0.07 0.10 0.80 ‐0.42 0.09 0.11 0.93 ‐0.61

14 0.22 0.18 1.22 ‐0.46 0.01 0.08 0.49 ‐0.45 0.05 0.08 0.48 ‐0.45 0.11 0.09 0.73 ‐0.48

15 0.58 0.25 1.84 ‐0.19 ‐0.10 0.09 0.36 ‐0.47 0.11 0.09 0.58 ‐0.45 ‐0.06 0.09 0.42 ‐0.56

16 0.57 0.30 2.07 ‐0.14 ‐0.05 0.10 0.47 ‐0.44 0.26 0.10 0.83 ‐0.20 ‐0.03 0.08 0.45 ‐0.39

17 0.15 0.09 0.70 ‐0.22 0.04 0.11 0.77 ‐0.42 0.11 0.11 0.89 ‐0.39 0.08 0.11 0.76 ‐0.44

18 0.00 0.00 0.00 0.00 0.22 0.12 0.74 0.00 0.00 0.00 0.00 0.00 0.14 0.16 0.70 ‐0.39

19 0.42 0.17 1.33 ‐0.24 0.01 0.14 1.05 ‐0.73 0.33 0.15 1.40 ‐0.30 0.11 0.15 1.12 ‐0.64

20 0.47 0.18 1.48 ‐0.14 ‐0.07 0.12 0.72 ‐0.84 0.46 0.13 1.44 ‐0.16 0.09 0.13 1.02 ‐0.64

21 0.51 0.19 1.49 ‐0.18 ‐0.02 0.10 0.56 ‐0.55 0.15 0.11 0.90 ‐0.36 0.04 0.11 0.82 ‐0.57

22 0.46 0.20 1.55 ‐0.27 ‐0.07 0.09 0.36 ‐0.57 0.25 0.10 0.77 ‐0.21 ‐0.05 0.09 0.52 ‐0.59

23 0.61 0.24 1.90 ‐0.18 0.06 0.11 0.67 ‐0.39 0.18 0.13 0.98 ‐0.38 ‐0.01 0.10 0.65 ‐0.60

24 0.61 0.32 2.39 ‐0.21 0.08 0.12 0.72 ‐0.35 0.26 0.13 0.90 ‐0.16 0.01 0.10 0.61 ‐0.41

25 0.03 0.08 0.43 ‐0.34 0.02 0.09 0.67 ‐0.46 0.00 0.10 0.64 ‐0.42 0.06 0.09 0.58 ‐0.43

26 0.27 0.15 1.12 ‐0.27 0.33 0.17 1.33 ‐0.37 0.26 0.16 1.29 ‐0.43 0.24 0.18 1.25 ‐0.47

27 0.39 0.19 1.43 ‐0.27 0.18 0.17 1.21 ‐0.68 0.21 0.16 1.20 ‐0.47 0.21 0.18 1.30 ‐0.40

28 0.46 0.20 1.55 ‐0.17 0.07 0.14 0.86 ‐0.62 0.25 0.13 1.09 ‐0.33 0.14 0.14 1.17 ‐0.68

29 0.57 0.20 1.61 ‐0.07 0.04 0.11 0.65 ‐0.45 0.15 0.10 0.90 ‐0.44 0.12 0.11 0.94 ‐0.43

30 0.41 0.22 1.55 ‐0.33 0.03 0.10 0.58 ‐0.41 0.06 0.10 0.62 ‐0.38 0.07 0.10 0.79 ‐0.53

31 0.52 0.27 2.00 ‐0.44 0.08 0.11 0.71 ‐0.36 0.11 0.10 0.62 ‐0.32 0.08 0.11 0.64 ‐0.53

32 0.78 0.32 2.86 ‐0.12 0.01 0.13 0.73 ‐0.56 0.19 0.12 0.87 ‐0.28 0.01 0.11 0.56 ‐0.49

33 0.12 0.09 0.61 ‐0.32 ‐0.03 0.10 0.57 ‐0.66 0.33 0.12 1.02 ‐0.18 0.01 0.11 0.67 ‐0.50

34 0.35 0.15 1.14 ‐0.20 0.16 0.15 1.00 ‐0.48 0.24 0.17 1.28 ‐0.41 0.17 0.16 1.22 ‐0.58

35 0.42 0.18 1.40 ‐0.16 0.11 0.15 0.95 ‐0.62 0.16 0.16 1.22 ‐0.56 0.10 0.15 1.26 ‐0.60

36 0.55 0.20 1.63 ‐0.08 0.18 0.14 1.00 ‐0.51 0.36 0.14 1.30 ‐0.26 0.12 0.14 1.05 ‐0.54

37 0.55 0.21 1.65 ‐0.08 0.05 0.12 0.76 ‐0.50 0.29 0.11 0.93 ‐0.21 0.09 0.12 1.00 ‐0.54

38 0.64 0.23 1.86 ‐0.11 0.15 0.11 0.67 ‐0.31 0.19 0.10 0.69 ‐0.26 0.11 0.10 0.78 ‐0.45

39 0.69 0.26 2.21 ‐0.16 0.08 0.13 0.73 ‐0.51 0.17 0.13 0.92 ‐0.36 0.08 0.12 0.70 ‐0.54

40 0.70 0.33 2.61 ‐0.31 0.17 0.15 1.05 ‐0.38 0.24 0.14 0.99 ‐0.23 0.08 0.13 0.88 ‐0.36

41 0.20 0.10 0.76 ‐0.21 0.12 0.12 0.84 ‐0.32 0.23 0.14 1.00 ‐0.24 0.14 0.13 0.89 ‐0.39

42 0.28 0.16 1.03 ‐0.28 0.11 0.18 1.09 ‐0.62 0.15 0.18 1.20 ‐0.57 0.23 0.20 1.27 ‐0.51

43 0.46 0.21 1.57 ‐0.17 0.12 0.18 1.13 ‐0.56 0.55 0.20 1.81 ‐0.20 0.21 0.20 1.34 ‐0.45

44 0.54 0.22 1.75 ‐0.11 0.10 0.15 1.03 ‐0.55 0.34 0.16 1.30 ‐0.32 0.15 0.16 1.22 ‐0.54

45 0.42 0.21 1.59 ‐0.26 0.01 0.12 0.80 ‐0.51 0.12 0.11 0.82 ‐0.34 0.11 0.13 1.12 ‐0.45

46 0.00 0.00 0.00 0.00 ‐25.79 0.23 ‐25.17 0.00 0.00 0.00 0.00 0.00 16.27 0.42 17.41 15.43

47 0.66 0.30 2.32 ‐0.25 0.02 0.12 0.66 ‐0.47 0.16 0.11 0.78 ‐0.33 0.06 0.12 0.74 ‐0.48

48 0.76 0.34 2.59 ‐0.18 0.04 0.15 0.92 ‐0.54 0.17 0.14 0.92 ‐0.30 0.01 0.14 0.90 ‐0.45

49 0.25 0.10 0.80 ‐0.24 ‐0.01 0.12 0.67 ‐0.54 0.30 0.14 1.07 ‐0.27 0.11 0.13 0.93 ‐0.46

50 0.40 0.17 1.16 ‐0.20 0.14 0.18 1.17 ‐0.59 0.54 0.21 1.61 ‐0.27 0.28 0.21 1.36 ‐0.43

51 0.42 0.19 1.36 ‐0.19 0.14 0.18 1.22 ‐0.64 0.39 0.20 1.46 ‐0.37 0.32 0.20 1.54 ‐0.37

52 0.53 0.21 1.63 ‐0.11 0.16 0.17 1.27 ‐0.48 0.23 0.18 1.22 ‐0.45 0.25 0.18 1.51 ‐0.39

53 0.47 0.23 1.64 ‐0.19 0.07 0.14 0.99 ‐0.43 0.31 0.14 1.15 ‐0.25 0.21 0.15 1.28 ‐0.30

54 0.59 0.25 1.84 ‐0.13 0.07 0.12 0.70 ‐0.47 0.18 0.12 0.82 ‐0.32 0.06 0.12 0.91 ‐0.50

55 0.62 0.29 2.15 ‐0.31 0.07 0.14 0.82 ‐0.56 0.20 0.13 0.84 ‐0.47 0.08 0.13 0.79 ‐0.47

56 0.84 0.37 2.71 ‐0.20 0.11 0.15 1.16 ‐0.54 0.30 0.16 1.25 ‐0.23 0.17 0.14 1.08 ‐0.26

57 0.16 0.11 0.73 ‐0.33 0.17 0.14 1.04 ‐0.32 0.19 0.15 1.01 ‐0.40 0.24 0.16 0.98 ‐0.33

58 0.35 0.19 1.28 ‐0.28 0.30 0.22 1.49 ‐0.39 0.36 0.22 1.39 ‐0.39 0.45 0.24 1.65 ‐0.47

59 0.43 0.22 1.51 ‐0.25 0.28 0.23 1.54 ‐0.47 0.41 0.23 1.54 ‐0.43 0.50 0.25 1.87 ‐0.26

60 0.55 0.23 1.65 ‐0.14 0.24 0.20 1.37 ‐0.48 0.44 0.20 1.50 ‐0.28 0.38 0.22 1.76 ‐0.26

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.73 0.27 2.05 0.02 0.08 0.14 0.94 ‐0.45 0.92 0.14 1.73 0.45 0.22 0.15 1.20 ‐0.30

63 0.66 0.33 2.43 ‐0.27 0.09 0.16 0.92 ‐0.51 0.13 0.15 0.93 ‐0.36 0.20 0.16 1.23 ‐0.32

64 0.97 0.39 2.97 ‐0.09 0.19 0.17 1.37 ‐0.38 0.36 0.17 1.55 ‐0.15 0.30 0.17 1.32 ‐0.24

Table E7 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 60o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.19 0.06 0.61 ‐0.14 0.06 0.07 0.52 ‐0.32 ‐0.01 0.07 0.44 ‐0.35 0.01 0.06 0.38 ‐0.34

2 0.15 0.08 0.65 ‐0.29 0.04 0.10 0.64 ‐0.35 0.09 0.09 0.66 ‐0.29 0.05 0.09 0.62 ‐0.40

3 0.13 0.08 0.54 ‐0.28 0.05 0.09 0.60 ‐0.39 0.16 0.09 0.74 ‐0.33 0.03 0.08 0.62 ‐0.35

4 0.18 0.09 0.63 ‐0.19 0.00 0.08 0.57 ‐0.42 0.16 0.08 0.71 ‐0.25 0.09 0.08 0.63 ‐0.35

5 0.11 0.08 0.57 ‐0.28 0.00 0.06 0.51 ‐0.38 0.05 0.06 0.49 ‐0.34 0.04 0.06 0.51 ‐0.36

6 0.11 0.11 0.64 ‐0.56 0.04 0.06 0.42 ‐0.29 ‐0.02 0.09 0.31 ‐0.61 ‐0.01 0.06 0.36 ‐0.32

7 0.26 0.15 1.08 ‐0.20 0.00 0.08 0.49 ‐0.33 0.16 0.11 0.83 ‐0.27 ‐0.08 0.08 0.40 ‐0.47

8 0.27 0.19 1.48 ‐0.27 0.07 0.08 0.61 ‐0.25 0.13 0.10 0.76 ‐0.22 ‐0.02 0.07 0.43 ‐0.32

9 ‐0.03 0.06 0.42 ‐0.35 ‐0.01 0.08 0.48 ‐0.47 0.00 0.07 0.52 ‐0.35 0.11 0.08 0.55 ‐0.37

10 0.22 0.13 0.92 ‐0.29 0.09 0.14 0.89 ‐0.46 0.28 0.16 1.15 ‐0.28 0.21 0.15 1.02 ‐0.41

11 0.22 0.15 1.02 ‐0.31 0.05 0.13 0.88 ‐0.39 0.23 0.15 1.18 ‐0.33 0.20 0.14 1.01 ‐0.45

12 0.35 0.15 1.16 ‐0.15 0.09 0.12 0.97 ‐0.38 0.33 0.13 1.23 ‐0.23 0.13 0.13 0.89 ‐0.58

13 0.15 0.13 0.90 ‐0.34 ‐0.03 0.10 0.73 ‐0.41 0.05 0.10 0.71 ‐0.46 0.07 0.10 0.75 ‐0.43

14 0.05 0.14 0.78 ‐0.51 0.02 0.09 0.76 ‐0.34 0.05 0.08 0.56 ‐0.32 0.10 0.09 0.78 ‐0.32

15 0.41 0.20 1.53 ‐0.18 ‐0.10 0.09 0.46 ‐0.48 0.11 0.09 0.65 ‐0.31 ‐0.08 0.08 0.53 ‐0.45

16 0.43 0.25 1.80 ‐0.16 ‐0.06 0.09 0.54 ‐0.47 0.28 0.10 0.97 ‐0.13 ‐0.06 0.08 0.49 ‐0.38

17 0.11 0.08 0.60 ‐0.27 0.03 0.09 0.62 ‐0.40 0.09 0.09 0.71 ‐0.32 0.03 0.08 0.61 ‐0.42

18 0.00 0.00 0.00 0.00 0.19 0.12 0.75 0.00 0.00 0.00 0.00 0.00 ‐0.20 0.29 0.85 ‐0.91

19 0.31 0.14 1.08 ‐0.21 0.06 0.13 0.89 ‐0.44 0.37 0.14 1.15 ‐0.15 0.07 0.12 0.78 ‐0.74

20 0.32 0.15 1.12 ‐0.20 ‐0.02 0.12 0.81 ‐0.51 0.52 0.14 1.31 ‐0.02 0.05 0.11 0.80 ‐0.52

21 0.37 0.16 1.20 ‐0.14 0.03 0.11 0.85 ‐0.42 0.15 0.12 0.93 ‐0.39 0.02 0.10 0.68 ‐0.37

22 0.31 0.17 1.19 ‐0.26 ‐0.03 0.09 0.56 ‐0.46 0.27 0.10 0.96 ‐0.11 ‐0.06 0.08 0.57 ‐0.46

23 0.46 0.20 1.58 ‐0.25 0.10 0.11 0.80 ‐0.39 0.20 0.14 0.95 ‐0.26 ‐0.02 0.10 0.59 ‐0.43

24 0.43 0.26 1.90 ‐0.27 0.08 0.12 0.85 ‐0.31 0.27 0.14 1.07 ‐0.13 ‐0.03 0.10 0.61 ‐0.40

25 ‐0.02 0.07 0.40 ‐0.53 ‐0.01 0.08 0.49 ‐0.43 ‐0.04 0.08 0.51 ‐0.49 0.00 0.07 0.38 ‐0.35

26 0.16 0.13 0.88 ‐0.31 0.32 0.16 1.30 ‐0.25 0.23 0.15 1.10 ‐0.34 0.15 0.15 1.01 ‐0.33

27 0.21 0.16 1.06 ‐0.30 0.20 0.17 1.17 ‐0.34 0.19 0.17 1.16 ‐0.37 0.15 0.16 1.08 ‐0.41

28 0.26 0.17 1.11 ‐0.23 0.13 0.14 1.04 ‐0.38 0.26 0.15 1.15 ‐0.27 0.11 0.13 0.93 ‐0.46

29 0.38 0.17 1.20 ‐0.15 0.09 0.12 0.93 ‐0.40 0.16 0.12 0.93 ‐0.32 0.09 0.11 0.88 ‐0.33

30 0.20 0.18 1.15 ‐0.41 0.06 0.12 0.87 ‐0.38 0.04 0.11 0.83 ‐0.35 0.03 0.11 0.88 ‐0.35

31 0.28 0.23 1.45 ‐0.41 0.10 0.12 0.86 ‐0.33 0.10 0.11 0.78 ‐0.31 0.05 0.10 0.85 ‐0.35

32 0.57 0.27 2.10 ‐0.12 0.00 0.12 0.81 ‐0.44 0.17 0.13 1.02 ‐0.24 ‐0.02 0.10 0.68 ‐0.54

33 0.06 0.08 0.44 ‐0.49 ‐0.05 0.08 0.41 ‐0.62 0.32 0.10 1.05 ‐0.16 ‐0.04 0.08 0.41 ‐0.46

34 0.26 0.13 0.88 ‐0.25 0.16 0.13 0.94 ‐0.35 0.23 0.16 1.17 ‐0.38 0.11 0.14 0.87 ‐0.35

35 0.27 0.14 1.01 ‐0.24 0.15 0.14 1.01 ‐0.37 0.15 0.16 1.03 ‐0.39 0.06 0.14 0.83 ‐0.36

36 0.37 0.16 1.21 ‐0.10 0.25 0.13 1.10 ‐0.33 0.41 0.15 1.34 ‐0.10 0.12 0.13 0.90 ‐0.43

37 0.35 0.17 1.26 ‐0.13 0.11 0.13 0.80 ‐0.38 0.33 0.13 1.12 ‐0.12 0.08 0.12 0.86 ‐0.43

38 0.43 0.19 1.47 ‐0.13 0.21 0.12 0.83 ‐0.26 0.21 0.11 1.02 ‐0.21 0.10 0.11 0.86 ‐0.41

39 0.48 0.23 1.67 ‐0.15 0.12 0.13 0.82 ‐0.36 0.18 0.13 1.02 ‐0.27 0.06 0.12 0.84 ‐0.36

40 0.50 0.29 1.92 ‐0.32 0.17 0.16 1.22 ‐0.25 0.23 0.15 1.21 ‐0.22 0.03 0.13 0.90 ‐0.39

41 0.14 0.09 0.68 ‐0.39 0.07 0.09 0.59 ‐0.42 0.16 0.12 0.80 ‐0.26 0.05 0.09 0.59 ‐0.33

42 0.14 0.13 0.82 ‐0.39 0.02 0.15 0.89 ‐0.57 0.07 0.16 1.07 ‐0.46 0.10 0.16 1.05 ‐0.37

43 0.27 0.18 1.19 ‐0.29 0.10 0.16 1.08 ‐0.48 0.55 0.19 1.55 ‐0.04 0.12 0.17 1.12 ‐0.41

44 0.33 0.18 1.22 ‐0.21 0.13 0.15 1.09 ‐0.41 0.35 0.17 1.30 ‐0.19 0.10 0.15 1.01 ‐0.34

45 0.20 0.17 1.02 ‐0.33 0.03 0.13 0.83 ‐0.47 0.13 0.14 0.96 ‐0.32 0.09 0.14 0.96 ‐0.40

46 0.00 0.00 0.00 0.00 ‐25.22 0.18 ‐24.71 0.00 0.00 0.00 0.00 0.00 19.06 0.60 20.36 17.93

47 0.38 0.24 1.67 ‐0.30 0.02 0.13 0.76 ‐0.43 0.15 0.13 0.83 ‐0.31 0.00 0.13 0.85 ‐0.46

48 0.50 0.29 2.10 ‐0.28 0.02 0.15 1.03 ‐0.45 0.14 0.15 1.07 ‐0.32 ‐0.08 0.14 0.83 ‐0.54

49 0.18 0.08 0.60 ‐0.40 ‐0.08 0.09 0.40 ‐0.70 0.25 0.11 0.79 ‐0.17 0.02 0.09 0.60 ‐0.38

50 0.24 0.14 0.96 ‐0.29 0.07 0.15 0.90 ‐0.54 0.53 0.20 1.52 ‐0.11 0.15 0.17 1.13 ‐0.44

51 0.25 0.15 1.03 ‐0.29 0.11 0.16 1.05 ‐0.50 0.38 0.18 1.30 ‐0.26 0.24 0.17 1.33 ‐0.31

52 0.32 0.17 1.19 ‐0.27 0.17 0.16 1.14 ‐0.39 0.22 0.18 1.20 ‐0.33 0.20 0.17 1.18 ‐0.30

53 0.23 0.18 1.15 ‐0.29 0.11 0.15 0.88 ‐0.41 0.35 0.16 1.21 ‐0.18 0.20 0.15 1.12 ‐0.27

54 0.35 0.20 1.32 ‐0.23 0.13 0.13 0.87 ‐0.44 0.21 0.15 1.01 ‐0.23 0.05 0.13 0.90 ‐0.50

55 0.34 0.23 1.46 ‐0.33 0.09 0.15 0.88 ‐0.52 0.22 0.15 1.11 ‐0.30 0.06 0.14 0.85 ‐0.52

56 0.52 0.33 2.41 ‐0.34 0.10 0.16 1.12 ‐0.48 0.29 0.17 1.39 ‐0.20 0.13 0.14 1.07 ‐0.45

57 0.08 0.10 0.69 ‐0.59 0.09 0.11 0.73 ‐0.51 0.08 0.11 0.69 ‐0.36 0.12 0.11 0.77 ‐0.26

58 0.20 0.15 0.98 ‐0.32 0.18 0.17 1.01 ‐0.46 0.23 0.18 1.07 ‐0.37 0.30 0.18 1.30 ‐0.30

59 0.23 0.18 1.12 ‐0.39 0.19 0.19 1.24 ‐0.38 0.33 0.20 1.43 ‐0.27 0.37 0.20 1.55 ‐0.22

60 0.32 0.18 1.25 ‐0.26 0.21 0.19 1.31 ‐0.39 0.42 0.20 1.47 ‐0.15 0.30 0.20 1.37 ‐0.23

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.44 0.20 1.57 ‐0.13 0.09 0.16 1.04 ‐0.41 1.04 0.16 1.93 0.55 0.18 0.17 1.22 ‐0.29

63 0.31 0.26 1.71 ‐0.44 0.09 0.17 1.09 ‐0.45 0.10 0.17 1.08 ‐0.46 0.16 0.17 1.21 ‐0.37

64 0.58 0.33 2.32 ‐0.38 0.15 0.19 1.29 ‐0.46 0.33 0.18 1.45 ‐0.25 0.23 0.18 1.36 ‐0.28

Table E8 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 70o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.21 0.07 0.66 ‐0.46 0.04 0.06 0.42 ‐0.60 ‐0.04 0.06 0.36 ‐0.59 ‐0.03 0.06 0.30 ‐0.61

2 0.16 0.09 0.83 ‐0.25 0.01 0.09 0.58 ‐0.44 0.07 0.09 0.54 ‐0.27 0.01 0.08 0.46 ‐0.38

3 0.09 0.07 0.47 ‐0.27 0.04 0.07 0.45 ‐0.46 0.14 0.08 0.60 ‐0.21 0.00 0.06 0.49 ‐0.29

4 0.11 0.07 0.51 ‐0.23 ‐0.01 0.06 0.37 ‐0.42 0.15 0.07 0.60 ‐0.17 0.07 0.06 0.52 ‐0.18

5 0.04 0.06 0.38 ‐0.28 0.00 0.06 0.35 ‐0.30 0.04 0.06 0.45 ‐0.25 0.03 0.05 0.42 ‐0.25

6 0.04 0.08 0.41 ‐0.50 0.05 0.06 0.38 ‐0.24 ‐0.01 0.08 0.28 ‐0.57 0.01 0.05 0.36 ‐0.33

7 0.20 0.12 1.02 ‐0.19 0.02 0.09 0.62 ‐0.29 0.18 0.12 0.98 ‐0.20 ‐0.05 0.08 0.49 ‐0.40

8 0.19 0.16 1.18 ‐0.26 0.06 0.09 0.74 ‐0.33 0.11 0.11 0.93 ‐0.20 ‐0.02 0.07 0.55 ‐0.30

9 ‐0.04 0.08 0.60 ‐0.75 ‐0.07 0.07 0.41 ‐0.75 ‐0.03 0.07 0.44 ‐0.81 0.05 0.08 0.43 ‐0.62

10 0.16 0.13 0.84 ‐0.42 0.01 0.12 0.71 ‐0.55 0.19 0.13 0.90 ‐0.37 0.12 0.12 0.80 ‐0.44

11 0.10 0.12 0.73 ‐0.34 ‐0.01 0.11 0.65 ‐0.53 0.16 0.12 0.86 ‐0.26 0.13 0.11 0.92 ‐0.31

12 0.20 0.12 0.95 ‐0.30 0.05 0.10 0.70 ‐0.34 0.29 0.12 1.00 ‐0.13 0.08 0.10 0.83 ‐0.33

13 0.02 0.10 0.59 ‐0.36 ‐0.06 0.09 0.46 ‐0.41 0.02 0.09 0.64 ‐0.34 0.03 0.09 0.61 ‐0.34

14 ‐0.10 0.10 0.58 ‐0.51 0.00 0.10 0.61 ‐0.35 0.04 0.08 0.55 ‐0.33 0.07 0.09 0.65 ‐0.34

15 0.26 0.14 1.26 ‐0.26 ‐0.12 0.10 0.52 ‐0.57 0.10 0.10 0.76 ‐0.33 ‐0.10 0.09 0.56 ‐0.60

16 0.27 0.19 1.46 ‐0.30 ‐0.08 0.09 0.83 ‐0.38 0.27 0.11 1.21 ‐0.03 ‐0.06 0.08 0.64 ‐0.40

17 0.07 0.09 0.64 ‐0.62 ‐0.02 0.08 0.48 ‐0.74 0.03 0.08 0.47 ‐0.64 ‐0.03 0.07 0.28 ‐0.94

18 0.00 0.00 0.00 0.00 0.22 0.13 0.91 0.00 0.00 0.00 0.00 0.00 ‐0.08 0.22 0.66 ‐0.72

19 0.20 0.11 0.80 ‐0.24 0.01 0.10 0.57 ‐0.45 0.31 0.12 0.94 ‐0.16 0.00 0.09 0.62 ‐0.48

20 0.16 0.12 0.85 ‐0.24 ‐0.07 0.10 0.53 ‐0.48 0.48 0.12 1.20 0.04 ‐0.01 0.09 0.68 ‐0.43

21 0.22 0.12 0.90 ‐0.20 0.01 0.10 0.59 ‐0.38 0.11 0.12 0.82 ‐0.27 ‐0.02 0.09 0.57 ‐0.46

22 0.13 0.13 0.97 ‐0.37 ‐0.03 0.09 0.52 ‐0.39 0.26 0.11 0.95 ‐0.15 ‐0.07 0.08 0.42 ‐0.46

23 0.31 0.15 1.28 ‐0.20 0.12 0.12 0.92 ‐0.31 0.21 0.15 1.23 ‐0.22 0.00 0.11 0.67 ‐0.42

24 0.23 0.21 1.56 ‐0.35 0.06 0.13 1.03 ‐0.37 0.24 0.16 1.36 ‐0.14 ‐0.05 0.11 0.73 ‐0.52

25 ‐0.05 0.09 0.44 ‐0.85 ‐0.05 0.08 0.42 ‐0.71 ‐0.10 0.08 0.27 ‐0.89 ‐0.05 0.07 0.29 ‐0.96

26 0.07 0.12 0.71 ‐0.61 0.23 0.13 0.96 ‐0.37 0.12 0.12 0.72 ‐0.53 0.03 0.12 0.64 ‐0.55

27 0.06 0.13 0.82 ‐0.41 0.12 0.13 0.83 ‐0.36 0.08 0.13 0.81 ‐0.43 0.05 0.13 0.75 ‐0.47

28 0.07 0.13 0.88 ‐0.37 0.07 0.12 0.74 ‐0.47 0.19 0.13 0.93 ‐0.25 0.04 0.11 0.75 ‐0.45

29 0.20 0.12 0.96 ‐0.22 0.04 0.11 0.67 ‐0.36 0.10 0.11 0.80 ‐0.32 0.03 0.10 0.67 ‐0.41

30 ‐0.01 0.14 0.86 ‐0.55 0.02 0.12 0.74 ‐0.39 ‐0.02 0.12 0.73 ‐0.48 ‐0.02 0.11 0.58 ‐0.46

31 0.03 0.16 1.16 ‐0.56 0.08 0.12 0.90 ‐0.38 0.07 0.12 0.94 ‐0.43 0.01 0.11 0.82 ‐0.48

32 0.34 0.20 1.61 ‐0.30 ‐0.03 0.12 0.97 ‐0.47 0.13 0.14 1.19 ‐0.31 ‐0.04 0.11 0.79 ‐0.52

33 0.00 0.09 0.50 ‐0.75 ‐0.11 0.08 0.34 ‐0.86 0.26 0.08 0.67 ‐0.42 ‐0.11 0.07 0.24 ‐0.93

34 0.17 0.12 0.87 ‐0.46 0.09 0.12 0.76 ‐0.53 0.13 0.13 0.85 ‐0.55 0.01 0.11 0.59 ‐0.70

35 0.14 0.12 0.87 ‐0.34 0.07 0.11 0.66 ‐0.49 0.05 0.13 0.74 ‐0.52 ‐0.04 0.11 0.49 ‐0.55

36 0.19 0.12 1.03 ‐0.26 0.20 0.11 0.76 ‐0.29 0.33 0.13 1.03 ‐0.13 0.03 0.11 0.64 ‐0.55

37 0.16 0.12 1.02 ‐0.28 0.06 0.11 0.71 ‐0.42 0.27 0.12 0.96 ‐0.13 0.01 0.11 0.63 ‐0.46

38 0.22 0.14 1.15 ‐0.35 0.19 0.11 0.85 ‐0.26 0.17 0.12 0.92 ‐0.25 0.07 0.11 0.73 ‐0.31

39 0.26 0.16 1.41 ‐0.25 0.11 0.13 0.96 ‐0.29 0.17 0.14 1.21 ‐0.24 0.05 0.12 0.78 ‐0.40

40 0.20 0.22 1.54 ‐0.53 0.13 0.16 1.31 ‐0.38 0.18 0.17 1.21 ‐0.24 ‐0.01 0.14 0.93 ‐0.44

41 0.08 0.10 0.65 ‐0.78 0.01 0.09 0.46 ‐0.66 0.08 0.10 0.61 ‐0.66 ‐0.02 0.08 0.43 ‐0.78

42 0.03 0.12 0.67 ‐0.63 ‐0.10 0.12 0.53 ‐0.72 ‐0.06 0.13 0.56 ‐0.77 ‐0.03 0.12 0.59 ‐0.66

43 0.10 0.13 0.96 ‐0.36 ‐0.02 0.12 0.66 ‐0.55 0.43 0.15 1.21 ‐0.14 ‐0.01 0.13 0.65 ‐0.56

44 0.14 0.13 0.95 ‐0.36 0.03 0.12 0.67 ‐0.45 0.25 0.14 1.04 ‐0.27 0.00 0.12 0.64 ‐0.56

45 0.00 0.12 0.81 ‐0.57 ‐0.04 0.11 0.59 ‐0.51 0.05 0.12 0.74 ‐0.45 0.00 0.12 0.67 ‐0.49

46 0.00 0.00 0.00 0.00 ‐25.11 0.19 ‐24.54 0.00 0.00 0.00 0.00 0.00 16.07 0.38 17.05 15.27

47 0.11 0.17 1.29 ‐0.55 ‐0.04 0.13 0.83 ‐0.56 0.09 0.13 1.00 ‐0.44 ‐0.06 0.13 0.81 ‐0.57

48 0.20 0.21 1.60 ‐0.58 ‐0.05 0.14 1.11 ‐0.50 0.07 0.16 1.15 ‐0.34 ‐0.14 0.14 0.91 ‐0.57

49 0.12 0.09 0.60 ‐0.63 ‐0.15 0.08 0.25 ‐0.87 0.17 0.09 0.67 ‐0.45 ‐0.05 0.08 0.46 ‐0.76

50 0.13 0.12 0.80 ‐0.49 ‐0.06 0.12 0.58 ‐0.65 0.40 0.17 1.50 ‐0.35 ‐0.01 0.13 0.72 ‐0.61

51 0.09 0.12 0.79 ‐0.41 ‐0.02 0.12 0.59 ‐0.56 0.24 0.14 0.99 ‐0.29 0.10 0.13 0.78 ‐0.51

52 0.14 0.12 0.94 ‐0.32 0.05 0.12 0.71 ‐0.46 0.09 0.14 0.83 ‐0.38 0.07 0.13 0.74 ‐0.51

53 0.02 0.13 0.87 ‐0.50 0.01 0.12 0.67 ‐0.45 0.25 0.14 1.00 ‐0.21 0.10 0.13 0.75 ‐0.37

54 0.11 0.14 1.06 ‐0.51 0.07 0.12 0.72 ‐0.43 0.14 0.14 0.95 ‐0.32 ‐0.02 0.13 0.73 ‐0.47

55 0.09 0.16 1.13 ‐0.40 0.05 0.14 0.94 ‐0.49 0.18 0.15 1.14 ‐0.32 0.02 0.14 0.88 ‐0.49

56 0.15 0.24 1.73 ‐0.65 0.03 0.16 1.25 ‐0.58 0.22 0.18 1.28 ‐0.28 0.06 0.16 1.12 ‐0.38

57 0.03 0.10 0.64 ‐0.82 0.03 0.10 0.62 ‐0.66 0.00 0.10 0.53 ‐0.68 0.04 0.09 0.54 ‐0.79

58 0.08 0.14 0.82 ‐0.57 0.06 0.14 0.90 ‐0.58 0.10 0.14 0.86 ‐0.57 0.16 0.13 0.84 ‐0.46

59 0.06 0.14 0.93 ‐0.56 0.04 0.14 0.86 ‐0.48 0.18 0.15 1.00 ‐0.39 0.22 0.15 0.98 ‐0.32

60 0.12 0.13 1.01 ‐0.37 0.06 0.13 0.76 ‐0.44 0.28 0.15 1.07 ‐0.19 0.14 0.15 0.95 ‐0.42

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.19 0.15 1.18 ‐0.42 ‐0.01 0.14 0.68 ‐0.55 0.96 0.14 1.76 0.54 0.08 0.15 0.86 ‐0.43

63 0.00 0.19 1.36 ‐0.62 ‐0.01 0.16 0.97 ‐0.63 0.00 0.17 0.99 ‐0.50 0.06 0.16 1.07 ‐0.45

64 0.24 0.23 1.89 ‐0.44 0.04 0.17 1.27 ‐0.45 0.23 0.17 1.36 ‐0.25 0.12 0.18 1.20 ‐0.35

Table E9 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 80o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.21 0.10 0.87 ‐0.78 0.01 0.09 0.51 ‐0.83 ‐0.07 0.09 0.51 ‐0.82 ‐0.06 0.08 0.49 ‐0.89

2 0.16 0.12 0.99 ‐0.44 ‐0.03 0.10 0.48 ‐0.74 0.04 0.10 0.70 ‐0.52 ‐0.03 0.09 0.48 ‐0.53

3 0.07 0.07 0.50 ‐0.30 0.01 0.06 0.32 ‐0.38 0.11 0.08 0.56 ‐0.25 ‐0.04 0.06 0.38 ‐0.38

4 0.06 0.06 0.36 ‐0.29 ‐0.05 0.06 0.23 ‐0.40 0.11 0.06 0.42 ‐0.24 0.03 0.05 0.29 ‐0.50

5 ‐0.01 0.05 0.26 ‐0.29 ‐0.04 0.05 0.29 ‐0.39 0.00 0.05 0.27 ‐0.31 ‐0.01 0.05 0.26 ‐0.35

6 0.00 0.08 0.31 ‐0.60 0.04 0.05 0.35 ‐0.35 ‐0.03 0.08 0.24 ‐0.69 ‐0.01 0.05 0.23 ‐0.44

7 0.17 0.11 0.96 ‐0.26 0.03 0.10 0.62 ‐0.31 0.18 0.12 0.92 ‐0.23 ‐0.04 0.09 0.50 ‐0.42

8 0.08 0.10 1.13 ‐0.32 0.03 0.08 0.64 ‐0.32 0.07 0.09 0.94 ‐0.25 ‐0.04 0.07 0.55 ‐0.46

9 ‐0.07 0.12 0.63 ‐1.43 ‐0.13 0.12 0.46 ‐1.20 ‐0.07 0.11 0.60 ‐1.06 ‐0.01 0.12 0.71 ‐0.99

10 0.08 0.15 0.74 ‐0.97 ‐0.09 0.13 0.47 ‐1.13 0.11 0.13 0.82 ‐0.71 0.04 0.12 0.59 ‐0.76

11 0.02 0.11 0.61 ‐0.58 ‐0.09 0.09 0.38 ‐0.70 0.07 0.10 0.60 ‐0.48 0.06 0.09 0.56 ‐0.45

12 0.11 0.10 0.63 ‐0.34 ‐0.02 0.08 0.56 ‐0.47 0.22 0.09 0.75 ‐0.28 0.01 0.08 0.49 ‐0.55

13 ‐0.08 0.08 0.35 ‐0.49 ‐0.13 0.08 0.37 ‐0.55 ‐0.05 0.08 0.37 ‐0.51 ‐0.03 0.07 0.37 ‐0.49

14 ‐0.21 0.08 0.27 ‐0.69 ‐0.07 0.08 0.44 ‐0.50 ‐0.01 0.08 0.47 ‐0.51 0.02 0.08 0.44 ‐0.52

15 0.15 0.11 0.81 ‐0.30 ‐0.17 0.10 0.40 ‐0.66 0.06 0.10 0.71 ‐0.40 ‐0.15 0.09 0.34 ‐0.69

16 0.13 0.11 1.18 ‐0.38 ‐0.11 0.07 0.51 ‐0.47 0.23 0.09 1.18 ‐0.09 ‐0.08 0.07 0.55 ‐0.49

17 0.01 0.13 0.71 ‐1.14 ‐0.09 0.11 0.63 ‐1.12 ‐0.03 0.11 0.70 ‐1.03 ‐0.10 0.11 0.58 ‐1.08

18 0.00 0.00 0.00 0.00 0.12 0.15 1.09 0.00 0.00 0.00 0.00 0.00 ‐0.12 0.25 0.92 ‐0.76

19 0.11 0.11 0.64 ‐0.54 ‐0.09 0.10 0.32 ‐0.68 0.22 0.11 0.77 ‐0.40 ‐0.08 0.08 0.30 ‐0.66

20 0.05 0.10 0.58 ‐0.49 ‐0.17 0.09 0.28 ‐0.74 0.39 0.10 0.90 ‐0.11 ‐0.08 0.08 0.30 ‐0.63

21 0.11 0.10 0.63 ‐0.40 ‐0.07 0.08 0.40 ‐0.55 0.02 0.10 0.57 ‐0.47 ‐0.08 0.07 0.31 ‐0.57

22 0.02 0.09 0.57 ‐0.51 ‐0.09 0.08 0.36 ‐0.55 0.20 0.10 0.85 ‐0.36 ‐0.12 0.07 0.25 ‐0.59

23 0.25 0.14 1.11 ‐0.30 0.12 0.12 1.03 ‐0.33 0.18 0.15 1.16 ‐0.32 ‐0.01 0.11 0.61 ‐0.47

24 0.06 0.12 1.19 ‐0.50 0.00 0.10 0.91 ‐0.40 0.16 0.13 1.39 ‐0.23 ‐0.10 0.09 0.64 ‐0.58

25 ‐0.13 0.16 0.50 ‐1.66 ‐0.12 0.13 0.56 ‐1.26 ‐0.16 0.13 0.46 ‐1.41 ‐0.10 0.12 0.53 ‐1.14

26 ‐0.05 0.16 0.50 ‐1.26 0.14 0.15 0.72 ‐1.24 0.02 0.14 0.59 ‐0.86 ‐0.07 0.12 0.44 ‐0.94

27 ‐0.04 0.12 0.59 ‐0.79 0.02 0.12 0.55 ‐0.67 ‐0.02 0.11 0.53 ‐0.71 ‐0.05 0.10 0.45 ‐0.73

28 ‐0.05 0.11 0.50 ‐0.60 ‐0.03 0.10 0.48 ‐0.58 0.09 0.10 0.60 ‐0.40 ‐0.05 0.09 0.41 ‐0.62

29 0.09 0.10 0.63 ‐0.58 ‐0.05 0.09 0.47 ‐0.52 0.01 0.10 0.52 ‐0.45 ‐0.05 0.08 0.44 ‐0.54

30 ‐0.15 0.11 0.48 ‐0.66 ‐0.07 0.10 0.52 ‐0.54 ‐0.11 0.10 0.52 ‐0.60 ‐0.10 0.09 0.41 ‐0.64

31 ‐0.12 0.13 0.72 ‐0.70 0.00 0.12 0.73 ‐0.52 0.00 0.11 0.75 ‐0.53 ‐0.05 0.10 0.49 ‐0.54

32 0.18 0.12 1.18 ‐0.53 ‐0.08 0.10 0.79 ‐0.55 0.05 0.11 1.11 ‐0.37 ‐0.08 0.09 0.63 ‐0.62

33 ‐0.10 0.14 0.52 ‐1.22 ‐0.20 0.13 0.37 ‐1.34 0.19 0.12 0.72 ‐0.80 ‐0.18 0.11 0.32 ‐1.08

34 0.08 0.16 1.18 ‐0.87 0.00 0.15 0.67 ‐1.27 0.02 0.14 0.73 ‐0.74 ‐0.08 0.12 0.42 ‐0.89

35 0.03 0.12 0.57 ‐0.80 ‐0.04 0.11 0.37 ‐0.75 ‐0.07 0.11 0.46 ‐0.71 ‐0.15 0.09 0.28 ‐0.87

36 0.07 0.11 0.60 ‐0.51 0.11 0.10 0.57 ‐0.47 0.23 0.10 0.72 ‐0.30 ‐0.06 0.09 0.39 ‐0.79

37 0.04 0.10 0.57 ‐0.58 ‐0.04 0.09 0.41 ‐0.55 0.17 0.10 0.67 ‐0.29 ‐0.08 0.08 0.40 ‐0.60

38 0.09 0.10 0.68 ‐0.39 0.13 0.10 0.66 ‐0.33 0.08 0.09 0.68 ‐0.39 0.00 0.08 0.50 ‐0.48

39 0.19 0.14 1.14 ‐0.34 0.09 0.14 0.93 ‐0.34 0.13 0.14 1.03 ‐0.40 0.02 0.12 0.74 ‐0.51

40 0.01 0.12 1.13 ‐0.59 0.05 0.12 1.09 ‐0.41 0.08 0.13 1.35 ‐0.38 ‐0.09 0.11 0.79 ‐0.62

41 ‐0.02 0.18 0.62 ‐1.23 ‐0.07 0.15 0.52 ‐1.46 0.00 0.14 0.66 ‐0.96 ‐0.08 0.12 0.41 ‐1.11

42 ‐0.11 0.17 0.46 ‐1.23 ‐0.22 0.16 0.36 ‐1.61 ‐0.17 0.14 0.34 ‐1.24 ‐0.12 0.13 0.44 ‐1.14

43 ‐0.03 0.13 0.53 ‐0.93 ‐0.14 0.12 0.35 ‐0.89 0.32 0.13 0.95 ‐0.36 ‐0.11 0.10 0.42 ‐0.86

44 0.01 0.12 0.59 ‐0.65 ‐0.08 0.11 0.46 ‐0.68 0.14 0.11 0.67 ‐0.43 ‐0.11 0.10 0.34 ‐0.76

45 ‐0.13 0.11 0.38 ‐0.76 ‐0.15 0.10 0.31 ‐0.70 ‐0.06 0.10 0.43 ‐0.54 ‐0.09 0.09 0.37 ‐0.60

46 0.00 0.00 0.00 0.00 ‐25.10 0.22 ‐24.56 0.00 0.00 0.00 0.00 0.00 18.59 0.29 19.47 17.92

47 ‐0.07 0.14 0.69 ‐0.69 ‐0.14 0.12 0.53 ‐0.72 0.00 0.12 0.76 ‐0.64 ‐0.16 0.11 0.44 ‐0.69

48 0.01 0.12 1.18 ‐0.61 ‐0.14 0.10 0.74 ‐0.59 ‐0.03 0.12 1.18 ‐0.48 ‐0.23 0.10 0.67 ‐0.68

49 0.02 0.16 0.61 ‐1.26 ‐0.24 0.13 0.35 ‐1.52 0.09 0.13 0.73 ‐1.01 ‐0.12 0.11 0.30 ‐0.91

50 0.02 0.16 0.98 ‐1.00 ‐0.17 0.15 0.45 ‐1.31 0.29 0.16 1.12 ‐0.59 ‐0.12 0.13 0.49 ‐0.97

51 ‐0.03 0.12 0.48 ‐0.84 ‐0.15 0.12 0.33 ‐0.99 0.12 0.13 0.73 ‐0.57 ‐0.03 0.11 0.46 ‐0.76

52 0.02 0.11 0.52 ‐0.56 ‐0.07 0.11 0.46 ‐0.63 ‐0.04 0.12 0.52 ‐0.67 ‐0.05 0.10 0.43 ‐0.64

53 ‐0.11 0.11 0.42 ‐0.68 ‐0.10 0.10 0.39 ‐0.61 0.14 0.11 0.66 ‐0.38 ‐0.01 0.09 0.49 ‐0.51

54 ‐0.02 0.10 0.57 ‐0.61 ‐0.02 0.09 0.48 ‐0.44 0.03 0.10 0.67 ‐0.43 ‐0.12 0.09 0.53 ‐0.62

55 ‐0.04 0.11 0.76 ‐0.60 ‐0.01 0.11 0.72 ‐0.55 0.10 0.12 0.82 ‐0.44 ‐0.06 0.11 0.66 ‐0.60

56 ‐0.07 0.12 1.12 ‐0.78 ‐0.08 0.11 0.86 ‐0.57 0.10 0.13 1.35 ‐0.45 ‐0.04 0.11 0.94 ‐0.52

57 ‐0.09 0.18 0.69 ‐1.40 ‐0.06 0.16 0.66 ‐1.41 ‐0.09 0.15 0.68 ‐1.10 ‐0.03 0.13 0.58 ‐0.93

58 ‐0.06 0.18 0.57 ‐1.38 ‐0.06 0.17 0.62 ‐1.40 ‐0.01 0.16 0.67 ‐1.16 0.06 0.14 0.72 ‐0.97

59 ‐0.09 0.14 0.50 ‐1.05 ‐0.09 0.14 0.48 ‐0.91 0.06 0.14 0.71 ‐0.68 0.10 0.13 0.76 ‐0.68

60 ‐0.02 0.12 0.54 ‐0.70 ‐0.06 0.12 0.48 ‐0.67 0.17 0.12 0.74 ‐0.36 0.02 0.11 0.53 ‐0.66

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.02 0.12 0.68 ‐0.61 ‐0.14 0.12 0.44 ‐0.67 0.87 0.12 1.50 0.26 ‐0.05 0.11 0.67 ‐0.52

63 ‐0.20 0.14 0.60 ‐0.90 ‐0.14 0.13 0.59 ‐0.81 ‐0.12 0.13 0.72 ‐0.73 ‐0.06 0.12 0.75 ‐0.62

64 0.03 0.13 1.18 ‐0.70 ‐0.09 0.12 0.88 ‐0.61 0.10 0.13 1.25 ‐0.45 ‐0.01 0.13 1.06 ‐0.52

Table E10 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 90o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.17 0.13 0.95 ‐1.22 ‐0.06 0.13 0.51 ‐1.71 ‐0.01 0.11 0.55 ‐0.86 ‐0.11 0.11 0.31 ‐1.37

2 0.13 0.15 1.06 ‐0.70 ‐0.09 0.13 0.62 ‐1.40 0.08 0.12 0.84 ‐0.50 ‐0.04 0.13 0.69 ‐0.91

3 0.02 0.11 0.74 ‐0.68 ‐0.04 0.09 0.46 ‐0.83 0.06 0.09 0.73 ‐0.44 ‐0.06 0.08 0.38 ‐0.73

4 0.01 0.08 0.34 ‐0.60 ‐0.10 0.08 0.16 ‐0.73 0.02 0.06 0.32 ‐0.47 ‐0.06 0.06 0.19 ‐0.46

5 ‐0.05 0.07 0.24 ‐0.68 ‐0.08 0.07 0.22 ‐0.64 ‐0.03 0.06 0.23 ‐0.55 ‐0.05 0.05 0.16 ‐0.49

6 ‐0.05 0.09 0.25 ‐0.55 0.02 0.06 0.31 ‐0.37 ‐0.07 0.08 0.21 ‐0.66 ‐0.03 0.05 0.21 ‐0.41

7 0.19 0.12 0.85 ‐0.20 0.03 0.10 0.73 ‐0.47 0.15 0.11 0.80 ‐0.35 0.00 0.09 0.56 ‐0.46

8 0.03 0.06 0.63 ‐0.36 0.00 0.07 0.48 ‐0.43 0.02 0.06 0.68 ‐0.53 ‐0.07 0.06 0.32 ‐0.47

9 ‐0.18 0.18 0.73 ‐1.72 ‐0.25 0.18 0.44 ‐2.28 ‐0.11 0.14 0.56 ‐1.29 ‐0.15 0.16 0.38 ‐1.63

10 ‐0.08 0.22 0.69 ‐1.68 ‐0.22 0.19 0.41 ‐2.00 ‐0.06 0.17 0.51 ‐1.37 ‐0.13 0.18 0.47 ‐1.50

11 ‐0.10 0.17 0.46 ‐1.25 ‐0.20 0.14 0.30 ‐1.40 ‐0.03 0.13 0.44 ‐0.96 ‐0.09 0.12 0.40 ‐0.94

12 0.02 0.13 0.46 ‐0.92 ‐0.10 0.11 0.29 ‐1.05 0.02 0.10 0.40 ‐0.74 ‐0.07 0.09 0.26 ‐0.80

13 ‐0.17 0.12 0.20 ‐1.12 ‐0.21 0.11 0.15 ‐1.06 ‐0.05 0.09 0.29 ‐0.80 ‐0.12 0.08 0.16 ‐0.68

14 ‐0.30 0.10 0.09 ‐1.04 ‐0.14 0.10 0.25 ‐0.90 ‐0.12 0.09 0.24 ‐0.68 ‐0.13 0.08 0.22 ‐0.62

15 0.09 0.11 0.51 ‐0.48 ‐0.23 0.11 0.24 ‐0.84 ‐0.07 0.09 0.45 ‐0.82 ‐0.16 0.09 0.30 ‐0.63

16 0.07 0.08 0.59 ‐0.59 ‐0.15 0.07 0.30 ‐0.75 ‐0.05 0.07 0.68 ‐0.73 ‐0.10 0.06 0.31 ‐0.61

17 ‐0.13 0.19 0.79 ‐1.57 ‐0.22 0.17 0.58 ‐1.77 ‐0.08 0.16 0.66 ‐1.17 ‐0.21 0.16 0.41 ‐1.63

18 0.00 0.00 0.00 0.00 ‐0.06 0.16 1.05 0.00 0.00 0.00 0.00 0.00 ‐0.08 0.19 0.87 ‐0.73

19 ‐0.03 0.19 0.59 ‐1.30 ‐0.21 0.15 0.36 ‐1.55 0.01 0.14 0.51 ‐0.96 ‐0.20 0.12 0.27 ‐1.12

20 ‐0.06 0.16 0.39 ‐1.19 ‐0.28 0.13 0.16 ‐1.41 0.04 0.12 0.48 ‐0.81 ‐0.19 0.10 0.11 ‐0.92

21 0.03 0.14 0.46 ‐0.91 ‐0.16 0.11 0.22 ‐1.08 0.02 0.11 0.46 ‐0.70 ‐0.18 0.09 0.11 ‐0.78

22 ‐0.05 0.11 0.36 ‐0.74 ‐0.16 0.09 0.21 ‐0.78 0.09 0.10 0.55 ‐0.53 ‐0.13 0.08 0.20 ‐0.61

23 0.25 0.16 1.08 ‐0.32 0.11 0.14 0.93 ‐0.45 0.19 0.14 1.19 ‐0.53 0.00 0.11 0.71 ‐0.50

24 0.00 0.09 0.63 ‐0.61 ‐0.05 0.08 0.55 ‐0.73 0.06 0.09 0.99 ‐0.51 ‐0.10 0.08 0.46 ‐0.70

25 ‐0.32 0.24 0.55 ‐2.09 ‐0.26 0.20 0.62 ‐1.99 ‐0.22 0.19 0.44 ‐1.76 ‐0.24 0.19 0.44 ‐1.75

26 ‐0.27 0.27 0.56 ‐2.20 ‐0.03 0.23 0.74 ‐1.70 ‐0.18 0.19 0.44 ‐1.58 ‐0.24 0.19 0.36 ‐1.56

27 ‐0.21 0.20 0.45 ‐1.55 ‐0.12 0.17 0.47 ‐1.47 ‐0.09 0.15 0.40 ‐1.13 ‐0.17 0.14 0.26 ‐1.20

28 ‐0.19 0.16 0.29 ‐1.34 ‐0.14 0.14 0.33 ‐1.18 ‐0.06 0.13 0.38 ‐0.92 ‐0.14 0.11 0.19 ‐0.91

29 ‐0.02 0.14 0.44 ‐0.96 ‐0.15 0.13 0.27 ‐1.11 ‐0.11 0.11 0.33 ‐0.92 ‐0.16 0.10 0.16 ‐0.85

30 ‐0.26 0.13 0.22 ‐1.12 ‐0.16 0.12 0.28 ‐0.94 ‐0.11 0.11 0.37 ‐0.76 ‐0.16 0.10 0.20 ‐0.73

31 ‐0.22 0.13 0.31 ‐0.96 ‐0.08 0.12 0.46 ‐0.81 ‐0.10 0.11 0.46 ‐0.70 ‐0.17 0.10 0.25 ‐0.72

32 0.13 0.08 0.71 ‐0.42 ‐0.13 0.09 0.42 ‐0.80 ‐0.03 0.08 0.70 ‐0.54 ‐0.17 0.08 0.46 ‐0.81

33 ‐0.31 0.23 0.50 ‐1.78 ‐0.36 0.20 0.50 ‐1.96 ‐0.11 0.17 0.53 ‐1.61 ‐0.27 0.18 0.31 ‐1.74

34 ‐0.11 0.26 1.19 ‐1.60 ‐0.16 0.22 0.85 ‐1.72 ‐0.05 0.19 0.73 ‐1.34 ‐0.20 0.18 0.58 ‐1.66

35 ‐0.13 0.21 0.49 ‐1.83 ‐0.19 0.18 0.36 ‐1.57 ‐0.08 0.16 0.41 ‐1.19 ‐0.21 0.14 0.18 ‐1.17

36 ‐0.06 0.17 0.43 ‐1.22 ‐0.02 0.15 0.47 ‐1.23 ‐0.03 0.13 0.48 ‐0.94 ‐0.20 0.12 0.13 ‐1.09

37 ‐0.07 0.15 0.39 ‐0.97 ‐0.14 0.13 0.31 ‐1.03 ‐0.05 0.12 0.36 ‐0.86 ‐0.14 0.10 0.18 ‐0.81

38 0.01 0.12 0.46 ‐0.75 0.06 0.12 0.57 ‐0.72 ‐0.02 0.10 0.43 ‐0.66 ‐0.07 0.09 0.30 ‐0.57

39 0.19 0.16 1.04 ‐0.54 0.08 0.16 0.96 ‐0.48 0.12 0.14 0.97 ‐0.54 0.03 0.13 0.94 ‐0.53

40 ‐0.04 0.10 0.59 ‐0.72 ‐0.02 0.10 0.66 ‐0.84 0.01 0.09 0.88 ‐0.55 ‐0.07 0.09 0.54 ‐0.73

41 ‐0.27 0.28 0.60 ‐2.09 ‐0.26 0.24 0.76 ‐2.01 ‐0.16 0.20 0.50 ‐2.22 ‐0.26 0.20 0.41 ‐1.81

42 ‐0.38 0.30 0.41 ‐2.48 ‐0.43 0.26 0.32 ‐2.28 ‐0.25 0.21 0.33 ‐1.76 ‐0.29 0.21 0.27 ‐1.67

43 ‐0.23 0.21 0.43 ‐1.72 ‐0.30 0.19 0.25 ‐1.74 ‐0.11 0.17 0.43 ‐1.25 ‐0.25 0.15 0.16 ‐1.39

44 ‐0.14 0.17 0.38 ‐1.28 ‐0.21 0.15 0.27 ‐1.34 ‐0.09 0.14 0.40 ‐1.13 ‐0.22 0.12 0.15 ‐1.11

45 ‐0.28 0.15 0.21 ‐1.38 ‐0.27 0.14 0.16 ‐1.24 ‐0.16 0.13 0.28 ‐1.06 ‐0.22 0.11 0.14 ‐0.91

46 0.00 0.00 0.00 0.00 ‐24.86 0.17 ‐24.32 0.00 0.00 0.00 0.00 0.00 4.69 0.33 5.63 3.85

47 ‐0.20 0.14 0.32 ‐0.91 ‐0.24 0.13 0.17 ‐1.05 ‐0.15 0.12 0.34 ‐0.87 ‐0.22 0.11 0.20 ‐0.80

48 ‐0.06 0.09 0.47 ‐0.64 ‐0.21 0.09 0.37 ‐0.95 ‐0.08 0.08 0.67 ‐0.61 ‐0.13 0.08 0.48 ‐0.73

49 ‐0.24 0.27 0.58 ‐2.13 ‐0.43 0.22 0.66 ‐2.18 ‐0.11 0.19 0.55 ‐1.93 ‐0.27 0.18 0.28 ‐1.82

50 ‐0.22 0.29 1.19 ‐1.99 ‐0.36 0.24 0.52 ‐2.08 ‐0.03 0.22 0.81 ‐1.52 ‐0.22 0.19 0.45 ‐1.57

51 ‐0.23 0.23 0.42 ‐1.84 ‐0.32 0.20 0.22 ‐2.13 ‐0.01 0.19 0.61 ‐1.31 ‐0.21 0.15 0.22 ‐1.56

52 ‐0.13 0.17 0.37 ‐1.27 ‐0.19 0.15 0.28 ‐1.20 ‐0.01 0.15 0.47 ‐1.05 ‐0.17 0.12 0.25 ‐1.06

53 ‐0.25 0.14 0.21 ‐1.20 ‐0.21 0.13 0.25 ‐1.16 0.01 0.12 0.51 ‐0.76 ‐0.16 0.10 0.21 ‐0.76

54 ‐0.12 0.12 0.26 ‐0.87 ‐0.09 0.11 0.29 ‐0.88 0.01 0.10 0.52 ‐0.65 ‐0.16 0.09 0.15 ‐0.72

55 ‐0.08 0.12 0.63 ‐0.70 ‐0.03 0.13 0.57 ‐0.80 0.02 0.11 0.79 ‐0.67 ‐0.11 0.11 0.59 ‐0.64

56 ‐0.15 0.09 0.33 ‐0.80 ‐0.15 0.09 0.44 ‐0.80 ‐0.02 0.09 0.77 ‐0.55 ‐0.11 0.09 0.56 ‐0.78

57 ‐0.37 0.30 0.58 ‐2.20 ‐0.27 0.24 0.92 ‐1.89 ‐0.15 0.22 0.59 ‐1.96 ‐0.19 0.20 0.50 ‐1.66

58 ‐0.36 0.34 0.50 ‐2.64 ‐0.29 0.29 0.56 ‐2.22 ‐0.20 0.26 0.56 ‐2.09 ‐0.21 0.24 0.45 ‐1.62

59 ‐0.31 0.22 0.35 ‐1.88 ‐0.26 0.21 0.41 ‐1.80 ‐0.07 0.19 0.54 ‐1.47 ‐0.14 0.18 0.44 ‐1.41

60 ‐0.18 0.17 0.36 ‐1.29 ‐0.19 0.16 0.32 ‐1.20 0.00 0.15 0.56 ‐1.00 ‐0.10 0.13 0.38 ‐0.96

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.15 0.14 0.36 ‐1.04 ‐0.27 0.13 0.23 ‐1.19 ‐0.03 0.12 0.52 ‐0.80 ‐0.13 0.11 0.28 ‐0.73

63 ‐0.33 0.14 0.17 ‐1.08 ‐0.25 0.14 0.25 ‐1.13 ‐0.11 0.12 0.43 ‐0.80 ‐0.15 0.12 0.37 ‐0.77

64 ‐0.07 0.10 0.42 ‐0.71 ‐0.18 0.09 0.38 ‐0.99 ‐0.08 0.09 0.61 ‐0.71 ‐0.12 0.09 0.52 ‐0.74

Table E11 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 100o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.07 0.17 0.99 ‐1.71 ‐0.22 0.17 0.85 ‐1.98 ‐0.04 0.14 1.14 ‐1.25 ‐0.16 0.13 0.45 ‐1.60

2 ‐0.02 0.18 1.12 ‐1.01 ‐0.17 0.16 0.68 ‐1.10 0.06 0.16 1.09 ‐0.73 ‐0.05 0.16 0.80 ‐0.84

3 ‐0.08 0.15 0.91 ‐1.09 ‐0.23 0.16 0.34 ‐1.23 0.02 0.12 0.96 ‐0.66 ‐0.11 0.12 0.57 ‐0.81

4 ‐0.13 0.13 0.29 ‐0.96 ‐0.24 0.14 0.20 ‐1.06 ‐0.02 0.09 0.34 ‐0.69 ‐0.11 0.09 0.25 ‐0.77

5 ‐0.14 0.12 0.20 ‐1.00 ‐0.19 0.11 0.20 ‐0.92 ‐0.08 0.09 0.20 ‐0.78 ‐0.10 0.09 0.23 ‐0.77

6 ‐0.13 0.12 0.22 ‐1.01 ‐0.11 0.08 0.28 ‐0.72 ‐0.10 0.09 0.20 ‐0.79 ‐0.05 0.07 0.31 ‐0.53

7 0.13 0.13 0.93 ‐0.40 ‐0.05 0.11 0.56 ‐0.64 0.15 0.12 0.84 ‐0.32 0.00 0.10 0.58 ‐0.43

8 0.01 0.07 0.72 ‐0.46 ‐0.12 0.08 0.33 ‐0.67 0.01 0.06 0.40 ‐0.36 ‐0.08 0.07 0.23 ‐0.57

9 ‐0.28 0.23 1.07 ‐1.93 ‐0.35 0.24 0.50 ‐2.62 ‐0.18 0.19 0.86 ‐1.90 ‐0.29 0.19 0.43 ‐1.89

10 ‐0.30 0.24 0.56 ‐1.69 ‐0.40 0.22 0.34 ‐1.97 ‐0.18 0.20 0.50 ‐1.60 ‐0.31 0.22 0.32 ‐1.57

11 ‐0.25 0.21 0.50 ‐1.41 ‐0.37 0.19 0.24 ‐1.55 ‐0.14 0.16 0.40 ‐1.39 ‐0.20 0.16 0.27 ‐1.32

12 ‐0.17 0.19 0.45 ‐1.24 ‐0.32 0.17 0.28 ‐1.33 ‐0.06 0.14 0.39 ‐0.97 ‐0.16 0.14 0.27 ‐1.05

13 ‐0.20 0.19 0.30 ‐1.37 ‐0.36 0.17 0.11 ‐1.59 ‐0.13 0.14 0.29 ‐1.19 ‐0.21 0.14 0.18 ‐1.21

14 ‐0.22 0.16 0.24 ‐1.39 ‐0.31 0.16 0.18 ‐1.54 ‐0.18 0.12 0.16 ‐1.16 ‐0.20 0.13 0.22 ‐1.13

15 ‐0.12 0.13 0.38 ‐1.03 ‐0.28 0.14 0.24 ‐1.34 ‐0.11 0.11 0.29 ‐0.87 ‐0.21 0.12 0.20 ‐1.10

16 ‐0.05 0.08 0.59 ‐0.79 ‐0.18 0.09 0.20 ‐1.01 ‐0.06 0.07 0.32 ‐0.77 ‐0.11 0.08 0.20 ‐0.64

17 ‐0.28 0.23 0.80 ‐2.16 ‐0.34 0.22 0.50 ‐2.29 ‐0.19 0.19 0.99 ‐1.73 ‐0.35 0.19 0.20 ‐2.17

18 0.00 0.00 0.00 0.00 ‐1.06 0.27 ‐0.05 0.00 0.00 0.00 0.00 0.00 ‐0.05 0.19 0.86 ‐0.66

19 ‐0.27 0.23 0.42 ‐1.66 ‐0.42 0.21 0.28 ‐1.61 ‐0.12 0.18 0.54 ‐1.56 ‐0.33 0.18 0.34 ‐1.57

20 ‐0.26 0.22 0.36 ‐1.53 ‐0.42 0.20 0.20 ‐1.57 ‐0.08 0.17 0.43 ‐1.22 ‐0.31 0.17 0.13 ‐1.43

21 ‐0.18 0.21 0.37 ‐1.46 ‐0.35 0.18 0.18 ‐1.65 ‐0.08 0.16 0.37 ‐1.21 ‐0.28 0.15 0.13 ‐1.31

22 ‐0.07 0.16 0.43 ‐1.04 ‐0.24 0.14 0.21 ‐1.29 0.03 0.13 0.50 ‐0.80 ‐0.20 0.12 0.22 ‐1.06

23 0.11 0.17 1.03 ‐0.76 ‐0.05 0.14 0.77 ‐0.82 0.15 0.16 0.99 ‐0.54 ‐0.02 0.13 0.71 ‐0.71

24 ‐0.01 0.10 0.66 ‐0.72 ‐0.16 0.10 0.32 ‐1.09 0.02 0.09 0.49 ‐0.79 ‐0.13 0.09 0.24 ‐0.75

25 ‐0.52 0.29 0.58 ‐2.64 ‐0.43 0.24 0.47 ‐2.44 ‐0.35 0.24 0.52 ‐2.24 ‐0.42 0.23 0.34 ‐2.04

26 ‐0.54 0.30 0.48 ‐2.33 ‐0.48 0.27 0.36 ‐1.99 ‐0.35 0.24 0.35 ‐2.17 ‐0.47 0.25 0.18 ‐2.18

27 ‐0.42 0.27 0.44 ‐2.02 ‐0.40 0.24 0.34 ‐1.71 ‐0.25 0.21 0.36 ‐1.65 ‐0.34 0.21 0.19 ‐1.77

28 ‐0.33 0.24 0.29 ‐1.73 ‐0.33 0.21 0.30 ‐1.61 ‐0.18 0.18 0.30 ‐1.40 ‐0.28 0.18 0.17 ‐1.48

29 ‐0.32 0.22 0.23 ‐1.82 ‐0.31 0.21 0.23 ‐1.60 ‐0.22 0.17 0.23 ‐1.38 ‐0.27 0.17 0.11 ‐1.51

30 ‐0.27 0.18 0.26 ‐1.58 ‐0.26 0.19 0.26 ‐1.52 ‐0.19 0.15 0.22 ‐1.27 ‐0.25 0.15 0.22 ‐1.43

31 ‐0.24 0.15 0.39 ‐1.15 ‐0.22 0.15 0.32 ‐1.20 ‐0.15 0.13 0.30 ‐1.02 ‐0.23 0.13 0.26 ‐1.16

32 ‐0.09 0.09 0.51 ‐0.85 ‐0.23 0.10 0.34 ‐1.24 ‐0.06 0.08 0.36 ‐0.83 ‐0.20 0.09 0.14 ‐0.92

33 ‐0.47 0.27 0.69 ‐2.22 ‐0.54 0.25 0.34 ‐2.46 ‐0.25 0.22 0.71 ‐2.15 ‐0.46 0.23 0.30 ‐2.29

34 ‐0.43 0.30 0.63 ‐2.34 ‐0.52 0.27 0.31 ‐2.01 ‐0.23 0.23 0.65 ‐1.71 ‐0.39 0.24 0.48 ‐2.02

35 ‐0.44 0.30 0.38 ‐2.09 ‐0.50 0.26 0.22 ‐2.06 ‐0.26 0.22 0.34 ‐1.75 ‐0.41 0.22 0.21 ‐1.98

36 ‐0.35 0.26 0.32 ‐1.96 ‐0.43 0.24 0.19 ‐1.96 ‐0.17 0.20 0.33 ‐1.48 ‐0.37 0.20 0.09 ‐1.72

37 ‐0.29 0.22 0.30 ‐1.83 ‐0.30 0.21 0.27 ‐1.60 ‐0.16 0.17 0.29 ‐1.42 ‐0.26 0.17 0.18 ‐1.51

38 ‐0.19 0.17 0.30 ‐1.33 ‐0.16 0.18 0.39 ‐1.22 ‐0.10 0.14 0.32 ‐1.18 ‐0.14 0.14 0.40 ‐1.35

39 0.03 0.18 1.05 ‐0.83 ‐0.04 0.17 1.03 ‐0.86 0.08 0.16 0.89 ‐0.69 0.00 0.16 0.83 ‐0.82

40 ‐0.08 0.12 0.44 ‐0.81 ‐0.14 0.12 0.35 ‐1.21 ‐0.03 0.10 0.37 ‐0.72 ‐0.11 0.11 0.41 ‐0.87

41 ‐0.60 0.32 0.62 ‐2.54 ‐0.59 0.29 0.24 ‐2.96 ‐0.33 0.25 0.52 ‐2.47 ‐0.48 0.27 0.28 ‐2.76

42 ‐0.74 0.37 0.30 ‐2.85 ‐0.69 0.32 0.27 ‐2.43 ‐0.47 0.28 0.30 ‐2.46 ‐0.54 0.29 0.18 ‐2.64

43 ‐0.51 0.31 0.36 ‐2.22 ‐0.59 0.28 0.19 ‐2.18 ‐0.28 0.24 0.33 ‐1.80 ‐0.44 0.24 0.11 ‐2.14

44 ‐0.41 0.26 0.29 ‐2.08 ‐0.49 0.25 0.13 ‐2.00 ‐0.23 0.21 0.30 ‐1.50 ‐0.37 0.20 0.11 ‐1.74

45 ‐0.44 0.23 0.15 ‐2.17 ‐0.45 0.22 0.15 ‐2.02 ‐0.29 0.19 0.17 ‐1.77 ‐0.35 0.18 0.08 ‐1.71

46 0.00 0.00 0.00 0.00 ‐2.09 0.60 ‐0.95 0.00 0.00 0.00 0.00 0.00 3.28 0.29 4.00 2.32

47 ‐0.33 0.15 0.21 ‐1.29 ‐0.35 0.15 0.12 ‐1.27 ‐0.22 0.13 0.24 ‐1.09 ‐0.29 0.13 0.10 ‐1.18

48 ‐0.18 0.10 0.20 ‐1.02 ‐0.24 0.10 0.19 ‐0.99 ‐0.12 0.08 0.20 ‐0.89 ‐0.17 0.09 0.29 ‐0.90

49 ‐0.65 0.32 0.45 ‐2.54 ‐0.70 0.28 0.16 ‐2.83 ‐0.30 0.23 0.68 ‐2.21 ‐0.48 0.25 0.22 ‐2.62

50 ‐0.66 0.38 0.49 ‐2.81 ‐0.72 0.33 0.19 ‐2.53 ‐0.27 0.28 0.67 ‐2.06 ‐0.45 0.27 0.37 ‐2.30

51 ‐0.53 0.36 0.27 ‐2.64 ‐0.64 0.31 0.14 ‐2.57 ‐0.24 0.28 0.44 ‐1.88 ‐0.43 0.26 0.15 ‐2.29

52 ‐0.40 0.27 0.20 ‐2.16 ‐0.47 0.25 0.17 ‐2.17 ‐0.18 0.23 0.42 ‐1.67 ‐0.32 0.21 0.21 ‐1.91

53 ‐0.33 0.20 0.23 ‐1.86 ‐0.39 0.21 0.18 ‐1.84 ‐0.10 0.18 0.41 ‐1.44 ‐0.27 0.17 0.22 ‐1.79

54 ‐0.26 0.16 0.24 ‐1.28 ‐0.35 0.16 0.17 ‐1.32 ‐0.07 0.14 0.39 ‐1.01 ‐0.25 0.13 0.17 ‐1.47

55 ‐0.17 0.15 0.47 ‐1.02 ‐0.24 0.15 0.47 ‐0.98 0.00 0.14 0.71 ‐0.80 ‐0.13 0.13 0.52 ‐0.78

56 ‐0.18 0.11 0.17 ‐0.99 ‐0.24 0.11 0.19 ‐1.05 ‐0.06 0.09 0.32 ‐0.77 ‐0.15 0.10 0.35 ‐0.94

57 ‐0.68 0.36 0.46 ‐2.69 ‐0.60 0.28 0.30 ‐2.76 ‐0.37 0.27 0.47 ‐2.26 ‐0.43 0.26 0.43 ‐2.87

58 ‐0.84 0.44 0.29 ‐3.10 ‐0.75 0.38 0.32 ‐2.79 ‐0.48 0.34 0.33 ‐2.44 ‐0.50 0.33 0.41 ‐2.65

59 ‐0.58 0.35 0.24 ‐2.79 ‐0.59 0.34 0.27 ‐2.51 ‐0.29 0.29 0.47 ‐2.03 ‐0.36 0.29 0.30 ‐2.36

60 ‐0.37 0.25 0.28 ‐2.31 ‐0.41 0.26 0.29 ‐2.24 ‐0.15 0.23 0.46 ‐1.55 ‐0.24 0.22 0.32 ‐1.87

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.34 0.17 0.29 ‐1.45 ‐0.36 0.17 0.23 ‐1.29 ‐0.10 0.15 0.47 ‐1.11 ‐0.23 0.15 0.26 ‐1.55

63 ‐0.33 0.15 0.21 ‐1.18 ‐0.35 0.15 0.19 ‐1.16 ‐0.18 0.13 0.27 ‐1.04 ‐0.23 0.14 0.28 ‐1.11

64 ‐0.23 0.11 0.15 ‐1.09 ‐0.27 0.10 0.13 ‐1.06 ‐0.12 0.09 0.21 ‐0.89 ‐0.16 0.09 0.41 ‐0.91

Table E12 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 110o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.07 0.31 1.90 ‐2.01 ‐0.20 0.28 1.39 ‐2.61 ‐0.02 0.26 1.95 ‐2.03 ‐0.24 0.18 0.70 ‐2.15

2 0.08 0.27 1.58 ‐1.98 ‐0.05 0.22 1.14 ‐1.71 0.13 0.25 1.68 ‐1.32 ‐0.06 0.19 0.92 ‐1.23

3 ‐0.01 0.20 1.32 ‐1.54 ‐0.09 0.17 0.93 ‐1.19 0.07 0.19 1.34 ‐1.31 ‐0.17 0.17 0.64 ‐1.31

4 ‐0.10 0.15 0.55 ‐1.59 ‐0.15 0.15 0.41 ‐1.34 ‐0.03 0.13 0.51 ‐1.03 ‐0.21 0.13 0.36 ‐1.30

5 ‐0.18 0.15 0.40 ‐1.29 ‐0.17 0.14 0.31 ‐1.47 ‐0.12 0.13 0.38 ‐1.13 ‐0.24 0.14 0.35 ‐1.32

6 ‐0.20 0.16 0.31 ‐1.30 ‐0.12 0.12 0.45 ‐0.96 ‐0.13 0.13 0.28 ‐1.11 ‐0.15 0.12 0.31 ‐1.02

7 0.07 0.15 0.98 ‐0.72 ‐0.06 0.13 0.62 ‐0.80 0.12 0.13 0.88 ‐0.60 ‐0.05 0.12 0.58 ‐0.77

8 ‐0.05 0.11 0.61 ‐0.90 ‐0.12 0.11 0.37 ‐1.08 ‐0.02 0.09 0.58 ‐0.66 ‐0.13 0.11 0.36 ‐1.04

9 ‐0.35 0.37 1.77 ‐3.19 ‐0.41 0.38 1.45 ‐3.25 ‐0.20 0.31 1.95 ‐2.60 ‐0.47 0.25 0.35 ‐2.35

10 ‐0.41 0.33 0.83 ‐2.79 ‐0.45 0.31 0.62 ‐2.43 ‐0.26 0.27 0.73 ‐2.21 ‐0.52 0.25 0.21 ‐2.14

11 ‐0.31 0.25 0.81 ‐1.96 ‐0.33 0.23 0.52 ‐1.82 ‐0.20 0.21 0.76 ‐1.61 ‐0.37 0.20 0.25 ‐2.02

12 ‐0.26 0.21 0.67 ‐1.63 ‐0.32 0.20 0.46 ‐1.81 ‐0.14 0.18 0.58 ‐1.43 ‐0.37 0.19 0.31 ‐1.71

13 ‐0.34 0.23 0.46 ‐1.75 ‐0.42 0.22 0.21 ‐1.78 ‐0.24 0.19 0.44 ‐1.69 ‐0.46 0.22 0.13 ‐2.16

14 ‐0.40 0.24 0.25 ‐1.98 ‐0.42 0.21 0.25 ‐1.76 ‐0.28 0.18 0.31 ‐1.46 ‐0.43 0.22 0.24 ‐1.93

15 ‐0.25 0.20 0.37 ‐1.43 ‐0.37 0.20 0.28 ‐1.63 ‐0.20 0.16 0.34 ‐1.30 ‐0.37 0.19 0.23 ‐1.46

16 ‐0.12 0.12 0.55 ‐1.03 ‐0.20 0.13 0.27 ‐1.34 ‐0.10 0.11 0.53 ‐1.03 ‐0.19 0.13 0.22 ‐1.38

17 ‐0.38 0.35 1.68 ‐2.74 ‐0.37 0.35 1.70 ‐3.02 ‐0.24 0.31 2.22 ‐2.52 ‐0.54 0.26 0.33 ‐2.53

18 0.00 0.00 0.00 0.00 0.20 0.23 1.64 0.00 0.00 0.00 0.00 0.00 ‐0.31 0.32 1.17 ‐1.28

19 ‐0.34 0.27 0.97 ‐2.19 ‐0.38 0.26 1.19 ‐1.83 ‐0.20 0.24 0.88 ‐1.76 ‐0.55 0.26 0.35 ‐2.38

20 ‐0.40 0.25 0.67 ‐2.02 ‐0.44 0.24 0.36 ‐1.84 ‐0.20 0.21 0.57 ‐1.47 ‐0.59 0.25 0.11 ‐2.38

21 ‐0.39 0.26 0.41 ‐1.98 ‐0.44 0.24 0.32 ‐1.92 ‐0.24 0.20 0.42 ‐1.61 ‐0.56 0.25 0.11 ‐2.49

22 ‐0.29 0.23 0.38 ‐1.83 ‐0.34 0.20 0.24 ‐1.72 ‐0.11 0.18 0.48 ‐1.27 ‐0.42 0.21 0.16 ‐1.80

23 ‐0.09 0.20 0.79 ‐1.23 ‐0.11 0.19 0.77 ‐1.27 0.05 0.18 0.96 ‐0.98 ‐0.16 0.19 0.86 ‐1.16

24 ‐0.11 0.14 0.54 ‐0.94 ‐0.20 0.15 0.36 ‐1.38 ‐0.04 0.13 0.68 ‐0.94 ‐0.25 0.16 0.20 ‐1.60

25 ‐0.67 0.42 1.47 ‐3.59 ‐0.50 0.37 1.12 ‐3.51 ‐0.46 0.35 1.18 ‐2.90 ‐0.66 0.30 0.17 ‐2.70

26 ‐0.68 0.38 0.52 ‐3.23 ‐0.55 0.34 0.50 ‐2.91 ‐0.47 0.32 0.63 ‐2.61 ‐0.75 0.31 0.21 ‐2.99

27 ‐0.57 0.31 0.67 ‐2.27 ‐0.48 0.27 0.46 ‐2.03 ‐0.39 0.25 0.52 ‐2.11 ‐0.64 0.27 0.13 ‐2.52

28 ‐0.55 0.29 0.32 ‐2.19 ‐0.46 0.25 0.43 ‐2.05 ‐0.35 0.23 0.44 ‐1.87 ‐0.59 0.26 0.07 ‐2.48

29 ‐0.57 0.31 0.20 ‐2.54 ‐0.50 0.27 0.35 ‐2.28 ‐0.41 0.24 0.29 ‐1.95 ‐0.61 0.29 0.09 ‐2.72

30 ‐0.49 0.30 0.20 ‐2.23 ‐0.44 0.26 0.34 ‐2.05 ‐0.36 0.23 0.24 ‐2.02 ‐0.52 0.27 0.18 ‐2.28

31 ‐0.36 0.24 0.29 ‐1.73 ‐0.33 0.21 0.33 ‐1.69 ‐0.26 0.19 0.33 ‐1.61 ‐0.41 0.20 0.21 ‐1.85

32 ‐0.12 0.12 0.37 ‐0.82 ‐0.25 0.14 0.21 ‐1.69 ‐0.11 0.12 0.48 ‐1.07 ‐0.28 0.14 0.07 ‐2.05

33 ‐0.63 0.37 1.25 ‐3.34 ‐0.55 0.33 1.43 ‐3.15 ‐0.37 0.32 2.00 ‐2.56 ‐0.70 0.29 0.24 ‐2.63

34 ‐0.55 0.34 0.89 ‐2.46 ‐0.49 0.32 1.06 ‐2.44 ‐0.34 0.29 1.15 ‐2.27 ‐0.63 0.32 0.50 ‐3.23

35 ‐0.64 0.33 0.49 ‐2.48 ‐0.56 0.30 0.88 ‐2.49 ‐0.44 0.27 0.99 ‐2.16 ‐0.74 0.31 0.26 ‐2.68

36 ‐0.63 0.32 0.24 ‐2.61 ‐0.59 0.29 0.39 ‐2.67 ‐0.38 0.25 0.38 ‐2.09 ‐0.74 0.31 ‐0.01 ‐2.76

37 ‐0.59 0.34 0.25 ‐2.64 ‐0.50 0.28 0.37 ‐2.48 ‐0.38 0.26 0.29 ‐2.06 ‐0.60 0.30 0.13 ‐2.74

38 ‐0.43 0.29 0.29 ‐2.06 ‐0.31 0.25 0.56 ‐1.69 ‐0.28 0.22 0.40 ‐1.74 ‐0.40 0.26 0.35 ‐2.00

39 ‐0.15 0.24 0.92 ‐1.33 ‐0.11 0.24 1.11 ‐1.43 ‐0.05 0.20 0.89 ‐1.16 ‐0.15 0.23 0.88 ‐1.54

40 ‐0.15 0.14 0.29 ‐1.03 ‐0.17 0.16 0.34 ‐1.28 ‐0.10 0.14 0.48 ‐1.26 ‐0.22 0.17 0.24 ‐1.44

41 ‐0.77 0.44 0.75 ‐4.02 ‐0.68 0.40 0.83 ‐3.61 ‐0.49 0.37 0.92 ‐3.63 ‐0.80 0.35 0.24 ‐2.93

42 ‐0.89 0.42 0.36 ‐3.32 ‐0.75 0.38 0.44 ‐3.23 ‐0.64 0.34 0.45 ‐3.48 ‐0.89 0.36 0.14 ‐3.38

43 ‐0.80 0.38 0.31 ‐2.97 ‐0.74 0.33 0.38 ‐2.80 ‐0.51 0.29 0.40 ‐2.77 ‐0.83 0.33 0.01 ‐3.21

44 ‐0.73 0.37 0.19 ‐3.20 ‐0.70 0.32 0.25 ‐2.91 ‐0.49 0.29 0.34 ‐2.25 ‐0.76 0.33 0.07 ‐3.05

45 ‐0.76 0.40 0.09 ‐3.03 ‐0.68 0.32 0.21 ‐2.63 ‐0.54 0.31 0.20 ‐2.56 ‐0.70 0.33 0.07 ‐3.05

46 0.00 0.00 0.00 0.00 5.28 0.53 6.41 0.00 0.00 0.00 0.00 0.00 2.88 0.57 4.23 1.55

47 ‐0.39 0.22 0.22 ‐1.89 ‐0.44 0.21 0.21 ‐1.84 ‐0.31 0.19 0.25 ‐1.57 ‐0.46 0.21 0.09 ‐1.94

48 ‐0.20 0.12 0.12 ‐1.08 ‐0.25 0.14 0.20 ‐1.26 ‐0.17 0.12 0.28 ‐1.05 ‐0.26 0.13 0.13 ‐1.33

49 ‐0.84 0.41 0.85 ‐3.37 ‐0.75 0.39 0.77 ‐3.74 ‐0.49 0.33 1.01 ‐2.79 ‐0.81 0.35 0.20 ‐3.13

50 ‐0.86 0.40 0.99 ‐2.99 ‐0.74 0.36 0.76 ‐3.12 ‐0.49 0.32 0.86 ‐2.99 ‐0.78 0.35 0.40 ‐3.15

51 ‐0.93 0.42 0.47 ‐3.09 ‐0.84 0.37 0.31 ‐2.99 ‐0.57 0.32 0.43 ‐2.68 ‐0.87 0.37 0.19 ‐3.45

52 ‐0.80 0.42 0.18 ‐3.40 ‐0.73 0.35 0.17 ‐2.82 ‐0.51 0.32 0.37 ‐2.41 ‐0.74 0.37 0.17 ‐3.37

53 ‐0.64 0.38 0.17 ‐2.90 ‐0.62 0.33 0.22 ‐2.64 ‐0.37 0.30 0.37 ‐2.16 ‐0.60 0.34 0.20 ‐2.83

54 ‐0.44 0.28 0.22 ‐2.29 ‐0.47 0.26 0.28 ‐2.25 ‐0.25 0.23 0.40 ‐1.65 ‐0.47 0.27 0.20 ‐2.26

55 ‐0.27 0.21 0.53 ‐1.50 ‐0.25 0.22 0.71 ‐1.50 ‐0.12 0.19 0.75 ‐1.29 ‐0.25 0.21 0.58 ‐1.74

56 ‐0.21 0.13 0.17 ‐0.93 ‐0.24 0.15 0.28 ‐1.18 ‐0.12 0.13 0.28 ‐1.32 ‐0.23 0.15 0.23 ‐1.42

57 ‐0.92 0.48 0.61 ‐3.77 ‐0.70 0.39 0.58 ‐4.06 ‐0.59 0.36 0.80 ‐2.92 ‐0.79 0.37 0.25 ‐3.41

58 ‐1.11 0.48 0.33 ‐3.90 ‐0.89 0.40 0.43 ‐3.25 ‐0.77 0.38 0.38 ‐3.01 ‐0.96 0.40 0.14 ‐3.37

59 ‐1.00 0.47 0.17 ‐3.37 ‐0.87 0.40 0.29 ‐3.21 ‐0.66 0.37 0.34 ‐2.93 ‐0.86 0.41 0.20 ‐3.70

60 ‐0.76 0.43 0.19 ‐3.24 ‐0.70 0.38 0.26 ‐2.88 ‐0.47 0.34 0.42 ‐2.41 ‐0.65 0.40 0.35 ‐3.25

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.48 0.26 0.16 ‐2.19 ‐0.50 0.26 0.28 ‐2.22 ‐0.23 0.24 0.47 ‐1.73 ‐0.44 0.27 0.23 ‐2.55

63 ‐0.36 0.18 0.15 ‐1.57 ‐0.40 0.20 0.24 ‐1.63 ‐0.28 0.18 0.29 ‐1.37 ‐0.37 0.20 0.27 ‐2.09

64 ‐0.25 0.11 0.10 ‐0.87 ‐0.26 0.13 0.23 ‐1.22 ‐0.16 0.11 0.24 ‐0.88 ‐0.23 0.12 0.22 ‐1.04

Table E13 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 120o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.27 0.39 2.29 ‐2.78 ‐0.33 0.41 1.68 ‐3.32 0.05 0.38 3.10 ‐2.82 ‐0.33 0.23 0.78 ‐2.05

2 0.01 0.31 1.44 ‐1.93 ‐0.01 0.30 1.20 ‐1.83 0.20 0.32 1.74 ‐1.58 ‐0.08 0.20 0.84 ‐1.39

3 ‐0.08 0.23 1.16 ‐1.66 ‐0.12 0.23 0.98 ‐2.05 0.14 0.25 1.41 ‐1.63 ‐0.20 0.18 0.69 ‐1.39

4 ‐0.08 0.18 0.67 ‐1.38 ‐0.15 0.19 0.60 ‐2.01 0.03 0.17 0.78 ‐1.47 ‐0.24 0.15 0.31 ‐1.45

5 ‐0.09 0.16 0.53 ‐1.22 ‐0.09 0.17 0.56 ‐1.62 ‐0.06 0.16 0.51 ‐1.67 ‐0.30 0.16 0.18 ‐1.68

6 ‐0.12 0.16 0.51 ‐1.43 ‐0.15 0.15 0.47 ‐1.68 ‐0.06 0.16 0.54 ‐1.91 ‐0.23 0.14 0.24 ‐1.13

7 0.10 0.18 1.15 ‐0.86 ‐0.13 0.16 0.72 ‐1.30 0.16 0.18 1.21 ‐0.84 ‐0.12 0.15 0.59 ‐1.04

8 ‐0.09 0.12 0.44 ‐0.93 ‐0.23 0.14 0.29 ‐1.42 ‐0.02 0.12 0.59 ‐0.94 ‐0.25 0.17 0.32 ‐1.54

9 ‐0.36 0.48 2.13 ‐3.64 ‐0.48 0.54 1.99 ‐4.34 ‐0.11 0.43 2.53 ‐3.00 ‐0.62 0.31 0.45 ‐2.34

10 ‐0.51 0.37 0.77 ‐3.17 ‐0.53 0.40 0.87 ‐3.45 ‐0.24 0.33 1.16 ‐2.25 ‐0.63 0.29 0.21 ‐2.32

11 ‐0.01 0.29 1.04 ‐2.05 ‐0.29 0.30 0.70 ‐2.58 ‐0.16 0.27 0.98 ‐1.95 ‐0.43 0.23 0.33 ‐1.81

12 ‐0.31 0.24 0.51 ‐1.83 ‐0.38 0.26 0.48 ‐2.29 ‐0.08 0.23 0.97 ‐1.76 ‐0.47 0.22 0.29 ‐2.02

13 ‐0.15 0.23 0.63 ‐1.45 ‐0.41 0.26 0.43 ‐2.12 ‐0.19 0.23 0.58 ‐1.88 ‐0.61 0.24 0.05 ‐2.25

14 ‐0.10 0.23 0.56 ‐1.72 ‐0.50 0.25 0.31 ‐2.11 ‐0.25 0.21 0.41 ‐1.55 ‐0.64 0.25 0.09 ‐2.36

15 ‐0.50 0.20 0.12 ‐1.76 ‐0.46 0.23 0.33 ‐1.86 ‐0.25 0.19 0.41 ‐1.42 ‐0.56 0.23 0.16 ‐2.16

16 ‐0.37 0.14 0.10 ‐1.35 ‐0.31 0.17 0.17 ‐1.77 ‐0.14 0.15 0.40 ‐1.43 ‐0.33 0.21 0.32 ‐2.04

17 ‐0.45 0.48 2.26 ‐3.47 ‐0.46 0.53 2.14 ‐4.24 ‐0.16 0.47 3.02 ‐3.52 ‐0.68 0.31 0.49 ‐2.67

18 0.00 0.00 0.00 0.00 ‐0.37 0.30 1.09 0.00 0.00 0.00 0.00 0.00 ‐0.19 0.27 1.06 ‐1.24

19 ‐0.32 0.32 0.92 ‐2.36 ‐0.29 0.33 1.04 ‐2.54 ‐0.09 0.31 1.44 ‐1.85 ‐0.62 0.29 0.62 ‐2.48

20 ‐0.38 0.27 0.61 ‐2.38 ‐0.27 0.29 0.80 ‐2.13 ‐0.11 0.26 0.85 ‐1.79 ‐0.71 0.28 0.11 ‐2.67

21 ‐0.41 0.25 0.46 ‐2.19 ‐0.45 0.28 0.48 ‐2.08 ‐0.22 0.24 0.71 ‐1.82 ‐0.76 0.28 0.01 ‐2.60

22 ‐0.20 0.22 0.53 ‐1.74 ‐0.31 0.24 0.46 ‐1.81 ‐0.12 0.21 0.77 ‐1.70 ‐0.66 0.26 0.09 ‐2.34

23 ‐0.32 0.19 0.48 ‐1.46 ‐0.21 0.21 0.79 ‐1.61 0.01 0.20 1.12 ‐1.34 ‐0.34 0.23 0.55 ‐1.65

24 ‐0.17 0.15 0.36 ‐1.30 ‐0.34 0.19 0.28 ‐1.83 ‐0.09 0.16 0.57 ‐1.32 ‐0.45 0.26 0.21 ‐2.49

25 ‐0.77 0.55 1.82 ‐4.34 ‐0.56 0.54 1.94 ‐4.17 ‐0.44 0.49 1.76 ‐4.70 ‐0.83 0.36 0.30 ‐3.22

26 ‐0.69 0.45 0.75 ‐3.68 ‐0.87 0.45 0.65 ‐3.63 ‐0.47 0.41 0.98 ‐3.06 ‐0.88 0.34 0.21 ‐3.39

27 ‐0.42 0.35 0.75 ‐2.70 ‐0.49 0.35 0.72 ‐3.18 ‐0.33 0.31 0.80 ‐2.38 ‐0.78 0.30 0.13 ‐2.67

28 ‐0.43 0.30 0.62 ‐2.27 ‐0.43 0.30 0.67 ‐2.33 ‐0.29 0.28 0.77 ‐2.18 ‐0.78 0.29 0.17 ‐2.57

29 ‐0.64 0.30 0.29 ‐2.38 ‐0.54 0.30 0.41 ‐3.01 ‐0.40 0.28 0.69 ‐2.07 ‐0.89 0.32 0.05 ‐3.20

30 ‐0.45 0.29 0.38 ‐2.25 ‐0.53 0.29 0.40 ‐2.65 ‐0.42 0.26 0.51 ‐1.98 ‐0.85 0.32 0.08 ‐2.90

31 ‐0.36 0.25 0.38 ‐1.85 ‐0.36 0.24 0.36 ‐2.20 ‐0.34 0.22 0.39 ‐1.66 ‐0.65 0.26 0.14 ‐2.05

32 ‐0.10 0.15 0.43 ‐1.19 ‐0.38 0.20 0.28 ‐1.96 ‐0.18 0.17 0.40 ‐1.59 ‐0.46 0.26 0.09 ‐3.27

33 ‐0.63 0.48 2.70 ‐4.45 ‐0.56 0.48 1.76 ‐4.05 ‐0.32 0.49 3.01 ‐3.60 ‐0.86 0.34 0.32 ‐3.21

34 ‐0.25 0.45 2.09 ‐3.81 ‐0.43 0.42 1.17 ‐3.73 ‐0.21 0.38 1.55 ‐2.72 ‐0.73 0.35 0.56 ‐3.23

35 ‐0.40 0.37 1.42 ‐2.64 ‐0.59 0.37 0.91 ‐2.94 ‐0.33 0.34 1.26 ‐2.82 ‐0.89 0.35 0.32 ‐2.82

36 ‐0.58 0.31 0.55 ‐2.32 ‐0.38 0.33 0.85 ‐2.52 ‐0.33 0.29 0.90 ‐2.15 ‐0.98 0.35 0.05 ‐3.14

37 ‐0.44 0.32 0.49 ‐2.32 ‐0.55 0.31 0.44 ‐2.45 ‐0.40 0.28 0.70 ‐2.13 ‐0.94 0.34 0.09 ‐2.98

38 ‐0.70 0.28 0.11 ‐2.42 ‐0.47 0.26 0.42 ‐2.35 ‐0.36 0.24 0.54 ‐2.21 ‐0.72 0.32 0.23 ‐2.47

39 ‐0.33 0.23 0.69 ‐1.67 ‐0.29 0.24 0.80 ‐1.70 ‐0.15 0.21 0.77 ‐1.55 ‐0.40 0.29 0.88 ‐1.83

40 ‐0.22 0.18 0.24 ‐1.44 ‐0.41 0.21 0.23 ‐2.08 ‐0.18 0.18 0.38 ‐1.55 ‐0.42 0.26 0.31 ‐2.94

41 ‐1.00 0.57 1.01 ‐5.63 ‐0.91 0.54 1.15 ‐5.13 ‐0.52 0.51 2.57 ‐4.44 ‐1.00 0.39 0.06 ‐3.28

42 ‐0.92 0.48 0.53 ‐3.81 ‐0.78 0.49 0.62 ‐3.82 ‐0.62 0.42 0.80 ‐3.46 ‐1.06 0.39 0.07 ‐3.42

43 ‐0.80 0.39 0.50 ‐2.93 ‐0.71 0.38 0.62 ‐2.98 ‐0.48 0.34 0.79 ‐2.91 ‐1.03 0.37 0.09 ‐3.23

44 ‐0.87 0.36 0.23 ‐2.99 ‐0.75 0.36 0.59 ‐2.96 ‐0.49 0.31 0.79 ‐2.36 ‐1.07 0.37 ‐0.01 ‐3.27

45 ‐0.80 0.39 0.26 ‐3.25 ‐0.79 0.36 0.37 ‐3.02 ‐0.61 0.34 0.54 ‐2.58 ‐1.09 0.39 ‐0.11 ‐3.29

46 0.00 0.00 0.00 0.00 21.66 0.54 22.93 0.00 0.00 0.00 0.00 0.00 4.16 0.37 5.34 3.12

47 ‐0.62 0.27 0.16 ‐2.25 ‐0.55 0.25 0.22 ‐2.12 ‐0.42 0.24 0.30 ‐1.76 ‐0.72 0.29 0.05 ‐2.37

48 ‐0.30 0.16 0.17 ‐1.24 ‐0.43 0.19 0.18 ‐2.16 ‐0.25 0.17 0.23 ‐1.70 ‐0.41 0.21 0.24 ‐2.48

49 ‐0.97 0.49 0.94 ‐4.60 ‐0.86 0.53 1.32 ‐5.31 ‐0.52 0.45 2.16 ‐3.60 ‐1.02 0.40 0.22 ‐3.38

50 ‐0.81 0.44 1.21 ‐3.38 ‐0.65 0.43 1.02 ‐3.36 ‐0.41 0.38 1.72 ‐3.07 ‐0.93 0.39 0.48 ‐3.15

51 ‐0.69 0.42 0.96 ‐2.93 ‐0.67 0.40 0.91 ‐2.88 ‐0.54 0.35 1.04 ‐2.64 ‐1.13 0.42 0.32 ‐3.16

52 ‐0.83 0.39 0.25 ‐3.15 ‐0.82 0.38 0.47 ‐3.22 ‐0.61 0.32 0.52 ‐2.54 ‐1.14 0.41 ‐0.06 ‐3.57

53 ‐0.77 0.39 0.29 ‐2.98 ‐0.83 0.36 0.26 ‐3.09 ‐0.53 0.32 0.52 ‐2.48 ‐1.03 0.43 0.12 ‐3.34

54 ‐0.72 0.33 0.20 ‐2.60 ‐0.77 0.31 0.14 ‐2.66 ‐0.43 0.27 0.39 ‐2.06 ‐0.84 0.39 0.14 ‐2.98

55 ‐0.47 0.26 0.39 ‐2.03 ‐0.52 0.26 0.43 ‐2.05 ‐0.26 0.23 0.70 ‐1.67 ‐0.47 0.31 0.65 ‐2.10

56 ‐0.33 0.17 0.10 ‐1.40 ‐0.37 0.20 0.21 ‐1.76 ‐0.20 0.17 0.31 ‐1.58 ‐0.38 0.24 0.24 ‐2.41

57 ‐1.00 0.56 0.87 ‐4.53 ‐0.81 0.53 1.15 ‐4.94 ‐0.67 0.48 2.03 ‐4.40 ‐1.05 0.44 0.28 ‐3.95

58 ‐1.08 0.50 0.58 ‐4.01 ‐0.85 0.47 0.76 ‐3.81 ‐0.76 0.43 0.96 ‐3.73 ‐1.19 0.44 0.09 ‐3.68

59 ‐0.99 0.45 0.43 ‐3.33 ‐1.00 0.42 0.62 ‐3.33 ‐0.72 0.38 0.75 ‐3.01 ‐1.22 0.44 0.06 ‐3.77

60 ‐1.04 0.42 0.21 ‐3.52 ‐0.89 0.40 0.44 ‐3.39 ‐0.64 0.35 0.63 ‐2.49 ‐1.13 0.46 0.20 ‐3.62

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐1.16 0.34 ‐0.29 ‐3.09 ‐0.70 0.33 0.40 ‐2.64 ‐0.41 0.31 0.48 ‐2.13 ‐0.80 0.41 0.21 ‐3.00

63 ‐0.36 0.24 0.33 ‐1.87 ‐0.35 0.26 0.47 ‐2.07 ‐0.40 0.24 0.31 ‐1.84 ‐0.58 0.30 0.23 ‐2.81

64 ‐0.40 0.14 ‐0.02 ‐1.29 ‐0.30 0.18 0.30 ‐1.77 ‐0.21 0.15 0.25 ‐1.55 ‐0.32 0.17 0.19 ‐1.97

Table E14 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 130o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.58 0.50 1.62 ‐4.87 ‐0.55 0.54 2.62 ‐4.60 ‐0.11 0.46 2.67 ‐5.07 ‐0.48 0.27 0.54 ‐3.38

2 ‐0.23 0.37 1.31 ‐3.03 ‐0.15 0.37 1.37 ‐3.08 0.03 0.38 1.59 ‐2.77 ‐0.16 0.22 0.80 ‐1.67

3 ‐0.25 0.29 1.10 ‐2.88 ‐0.25 0.30 1.00 ‐2.19 0.03 0.30 1.41 ‐2.15 ‐0.27 0.20 0.64 ‐1.84

4 ‐0.19 0.23 0.66 ‐2.51 ‐0.22 0.25 0.70 ‐2.07 ‐0.02 0.22 0.83 ‐1.48 ‐0.26 0.15 0.34 ‐1.65

5 ‐0.16 0.21 0.58 ‐1.82 ‐0.12 0.23 0.64 ‐2.04 ‐0.08 0.20 0.66 ‐1.48 ‐0.32 0.15 0.22 ‐1.74

6 ‐0.15 0.18 0.53 ‐1.78 ‐0.19 0.20 0.63 ‐2.14 ‐0.05 0.19 0.62 ‐1.51 ‐0.26 0.15 0.42 ‐1.18

7 0.04 0.21 1.27 ‐1.51 ‐0.18 0.20 0.71 ‐1.92 0.20 0.22 1.43 ‐1.01 ‐0.14 0.18 0.68 ‐1.44

8 ‐0.12 0.14 0.47 ‐1.25 ‐0.24 0.16 0.45 ‐1.95 0.00 0.14 0.60 ‐1.11 ‐0.34 0.21 0.36 ‐2.10

9 ‐0.58 0.63 2.38 ‐5.35 ‐0.72 0.71 2.70 ‐4.81 ‐0.17 0.52 2.49 ‐4.42 ‐0.79 0.34 0.47 ‐3.16

10 ‐0.68 0.47 0.96 ‐3.93 ‐0.69 0.53 1.07 ‐4.45 ‐0.29 0.39 1.31 ‐2.84 ‐0.75 0.30 0.25 ‐3.39

11 ‐0.01 0.36 1.41 ‐2.44 ‐0.37 0.39 0.89 ‐2.98 ‐0.23 0.34 0.99 ‐2.34 ‐0.51 0.23 0.36 ‐2.63

12 ‐0.47 0.30 0.59 ‐2.66 ‐0.51 0.34 0.58 ‐2.94 ‐0.12 0.29 1.01 ‐1.71 ‐0.54 0.22 0.18 ‐2.21

13 ‐0.20 0.28 0.69 ‐2.12 ‐0.47 0.32 0.54 ‐2.96 ‐0.19 0.26 0.78 ‐1.78 ‐0.68 0.25 0.17 ‐2.28

14 ‐0.02 0.25 0.84 ‐2.08 ‐0.55 0.30 0.35 ‐2.48 ‐0.23 0.23 0.59 ‐1.91 ‐0.74 0.26 0.14 ‐2.41

15 ‐0.61 0.22 0.14 ‐2.62 ‐0.51 0.28 0.30 ‐2.43 ‐0.26 0.21 0.47 ‐1.80 ‐0.68 0.24 0.20 ‐2.09

16 ‐0.47 0.15 0.03 ‐2.33 ‐0.34 0.20 0.28 ‐2.50 ‐0.13 0.17 0.43 ‐1.43 ‐0.48 0.26 0.31 ‐2.60

17 ‐0.68 0.61 2.66 ‐4.90 ‐0.73 0.71 2.39 ‐5.42 ‐0.19 0.60 3.36 ‐5.38 ‐0.85 0.35 0.28 ‐3.62

18 0.00 0.00 0.00 0.00 ‐0.87 0.35 0.86 0.00 0.00 0.00 0.00 0.00 ‐0.44 0.36 1.19 ‐1.71

19 ‐0.51 0.41 0.94 ‐3.01 ‐0.43 0.45 1.22 ‐3.30 ‐0.11 0.38 1.41 ‐2.32 ‐0.70 0.30 0.60 ‐2.88

20 ‐0.49 0.35 0.69 ‐2.52 ‐0.29 0.38 0.83 ‐3.39 ‐0.08 0.32 1.12 ‐1.89 ‐0.76 0.28 0.22 ‐2.57

21 ‐0.54 0.31 0.50 ‐2.64 ‐0.50 0.35 0.50 ‐2.87 ‐0.19 0.29 0.81 ‐2.03 ‐0.84 0.29 0.12 ‐2.59

22 ‐0.21 0.27 0.70 ‐1.91 ‐0.33 0.31 0.56 ‐2.37 ‐0.06 0.25 0.95 ‐2.19 ‐0.79 0.27 0.07 ‐2.33

23 ‐0.45 0.24 0.62 ‐2.01 ‐0.28 0.28 1.07 ‐2.01 0.06 0.26 1.29 ‐1.58 ‐0.47 0.25 0.48 ‐1.66

24 ‐0.22 0.18 0.36 ‐1.75 ‐0.38 0.23 0.40 ‐2.84 ‐0.08 0.19 0.61 ‐1.54 ‐0.68 0.33 0.23 ‐3.04

25 ‐0.91 0.65 2.68 ‐5.31 ‐0.80 0.75 2.34 ‐5.04 ‐0.42 0.58 2.21 ‐4.89 ‐1.01 0.40 0.19 ‐3.60

26 ‐0.79 0.52 1.05 ‐3.83 ‐1.13 0.56 0.66 ‐4.39 ‐0.48 0.45 1.24 ‐3.57 ‐1.01 0.35 0.09 ‐3.34

27 ‐0.50 0.42 0.96 ‐3.05 ‐0.62 0.45 0.81 ‐3.34 ‐0.32 0.37 1.12 ‐2.51 ‐0.87 0.30 0.15 ‐2.89

28 ‐0.46 0.36 0.83 ‐2.58 ‐0.51 0.40 0.72 ‐2.86 ‐0.26 0.33 0.94 ‐2.15 ‐0.87 0.30 0.19 ‐2.85

29 ‐0.69 0.34 0.42 ‐3.02 ‐0.57 0.37 0.53 ‐3.01 ‐0.34 0.31 0.80 ‐2.27 ‐1.02 0.34 0.02 ‐3.26

30 ‐0.44 0.31 0.54 ‐2.55 ‐0.56 0.35 0.37 ‐2.93 ‐0.38 0.29 0.52 ‐2.49 ‐1.06 0.33 ‐0.12 ‐3.10

31 ‐0.36 0.27 0.41 ‐2.37 ‐0.34 0.29 0.61 ‐2.32 ‐0.35 0.26 0.43 ‐2.58 ‐0.86 0.28 ‐0.01 ‐2.48

32 ‐0.13 0.17 0.40 ‐1.40 ‐0.41 0.23 0.21 ‐2.76 ‐0.20 0.19 0.53 ‐1.79 ‐0.72 0.39 0.08 ‐3.93

33 ‐0.76 0.63 2.45 ‐5.06 ‐0.75 0.68 2.66 ‐5.48 ‐0.22 0.67 3.45 ‐3.60 ‐1.01 0.37 0.23 ‐3.30

34 ‐0.42 0.56 2.01 ‐3.67 ‐0.60 0.59 1.40 ‐3.91 ‐0.10 0.50 2.02 ‐3.04 ‐0.83 0.35 0.48 ‐3.41

35 ‐0.50 0.46 1.41 ‐3.52 ‐0.73 0.49 0.99 ‐3.49 ‐0.23 0.40 1.41 ‐2.97 ‐0.97 0.35 0.43 ‐3.39

36 ‐0.59 0.38 0.68 ‐3.04 ‐0.36 0.42 0.90 ‐2.93 ‐0.23 0.34 1.11 ‐2.18 ‐1.08 0.36 0.09 ‐3.25

37 ‐0.31 0.34 0.90 ‐2.19 ‐0.56 0.39 0.66 ‐3.23 ‐0.29 0.32 0.83 ‐2.30 ‐1.13 0.36 ‐0.06 ‐3.49

38 ‐0.75 0.30 0.24 ‐2.65 ‐0.51 0.33 0.59 ‐2.52 ‐0.27 0.28 0.73 ‐2.18 ‐0.98 0.32 ‐0.02 ‐2.85

39 ‐0.37 0.25 0.56 ‐1.97 ‐0.37 0.29 1.17 ‐2.02 ‐0.11 0.25 1.11 ‐2.44 ‐0.66 0.29 0.69 ‐2.17

40 ‐0.29 0.20 0.37 ‐1.82 ‐0.55 0.24 0.24 ‐2.73 ‐0.19 0.21 0.47 ‐1.67 ‐0.72 0.36 0.17 ‐4.13

41 ‐1.16 0.68 1.53 ‐5.86 ‐1.14 0.74 1.74 ‐5.13 ‐0.41 0.65 3.24 ‐4.00 ‐1.19 0.42 0.41 ‐3.87

42 ‐0.98 0.57 1.10 ‐4.41 ‐0.88 0.61 1.13 ‐4.33 ‐0.62 0.50 1.09 ‐3.75 ‐1.21 0.41 0.25 ‐3.62

43 ‐0.78 0.45 0.74 ‐3.53 ‐0.73 0.49 0.92 ‐3.80 ‐0.39 0.41 1.24 ‐2.97 ‐1.13 0.38 0.10 ‐3.58

44 ‐0.87 0.39 0.44 ‐3.11 ‐0.74 0.43 0.68 ‐3.62 ‐0.39 0.36 1.01 ‐2.59 ‐1.22 0.39 ‐0.06 ‐3.46

45 ‐0.69 0.38 0.70 ‐3.22 ‐0.73 0.40 0.59 ‐3.22 ‐0.48 0.36 0.79 ‐2.53 ‐1.34 0.41 ‐0.19 ‐3.67

46 0.00 0.00 0.00 0.00 25.62 0.43 26.92 0.00 0.00 0.00 0.00 0.00 4.96 0.69 6.56 3.23

47 ‐0.70 0.28 0.18 ‐2.44 ‐0.57 0.29 0.34 ‐2.63 ‐0.44 0.28 0.41 ‐2.26 ‐1.02 0.32 ‐0.14 ‐2.74

48 ‐0.40 0.19 0.15 ‐1.73 ‐0.54 0.24 0.24 ‐2.85 ‐0.29 0.20 0.33 ‐1.91 ‐0.65 0.30 0.10 ‐3.53

49 ‐1.10 0.65 1.47 ‐6.07 ‐1.01 0.76 2.32 ‐6.27 ‐0.46 0.67 3.49 ‐4.25 ‐1.22 0.44 0.64 ‐4.06

50 ‐0.78 0.55 1.56 ‐4.33 ‐0.67 0.57 1.52 ‐4.40 ‐0.21 0.51 1.91 ‐3.27 ‐1.05 0.41 0.65 ‐3.27

51 ‐0.54 0.46 1.72 ‐3.14 ‐0.54 0.49 1.12 ‐4.06 ‐0.35 0.43 1.34 ‐2.79 ‐1.23 0.43 0.40 ‐3.56

52 ‐0.74 0.39 0.56 ‐3.04 ‐0.73 0.43 0.64 ‐3.87 ‐0.48 0.38 0.88 ‐2.88 ‐1.36 0.43 ‐0.06 ‐3.50

53 ‐0.65 0.36 0.62 ‐3.13 ‐0.74 0.39 0.51 ‐3.35 ‐0.43 0.35 0.82 ‐2.99 ‐1.39 0.43 ‐0.18 ‐3.69

54 ‐0.75 0.31 0.27 ‐2.79 ‐0.77 0.34 0.33 ‐2.81 ‐0.40 0.31 0.70 ‐2.41 ‐1.26 0.40 ‐0.06 ‐3.28

55 ‐0.52 0.26 0.44 ‐2.07 ‐0.61 0.29 0.53 ‐2.34 ‐0.28 0.26 0.87 ‐1.82 ‐0.82 0.36 0.35 ‐2.80

56 ‐0.44 0.20 0.12 ‐1.73 ‐0.48 0.25 0.27 ‐2.52 ‐0.25 0.21 0.39 ‐2.24 ‐0.68 0.35 0.27 ‐3.83

57 ‐1.11 0.73 1.70 ‐6.15 ‐0.93 0.71 1.77 ‐5.31 ‐0.70 0.67 2.46 ‐5.41 ‐1.31 0.49 0.28 ‐4.07

58 ‐1.07 0.58 0.88 ‐5.20 ‐0.84 0.61 1.07 ‐4.73 ‐0.73 0.54 0.96 ‐4.02 ‐1.37 0.46 0.06 ‐4.21

59 ‐0.85 0.46 0.91 ‐4.24 ‐0.91 0.49 0.79 ‐4.31 ‐0.59 0.44 1.08 ‐3.04 ‐1.40 0.46 ‐0.02 ‐3.88

60 ‐0.95 0.39 0.66 ‐3.26 ‐0.78 0.43 0.83 ‐3.52 ‐0.53 0.39 0.96 ‐2.91 ‐1.46 0.45 ‐0.14 ‐4.01

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐1.25 0.33 ‐0.21 ‐3.13 ‐0.71 0.35 0.35 ‐2.84 ‐0.42 0.33 0.65 ‐2.58 ‐1.30 0.46 ‐0.07 ‐3.73

63 ‐0.47 0.28 0.32 ‐2.13 ‐0.36 0.29 0.56 ‐2.05 ‐0.48 0.28 0.46 ‐2.22 ‐0.95 0.38 0.08 ‐2.89

64 ‐0.44 0.18 0.08 ‐1.56 ‐0.39 0.23 0.50 ‐2.38 ‐0.27 0.20 0.31 ‐2.02 ‐0.52 0.27 0.22 ‐3.39

Table E15 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 140o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.93 0.62 1.67 ‐5.42 ‐0.57 0.59 3.50 ‐4.43 ‐0.38 0.48 2.06 ‐5.49 ‐0.66 0.32 0.51 ‐3.13

2 ‐0.43 0.47 1.16 ‐3.80 ‐0.11 0.36 1.22 ‐2.39 ‐0.24 0.35 1.15 ‐2.64 ‐0.28 0.25 0.86 ‐1.91

3 ‐0.40 0.39 1.30 ‐3.59 ‐0.24 0.31 0.99 ‐2.69 ‐0.20 0.29 0.92 ‐2.90 ‐0.37 0.23 0.64 ‐1.65

4 ‐0.31 0.31 0.77 ‐3.08 ‐0.20 0.26 0.86 ‐2.79 ‐0.22 0.25 0.77 ‐1.97 ‐0.32 0.18 0.25 ‐1.68

5 ‐0.27 0.28 0.64 ‐2.88 ‐0.09 0.25 0.84 ‐2.35 ‐0.26 0.23 0.60 ‐1.97 ‐0.35 0.17 0.20 ‐1.95

6 ‐0.24 0.24 0.68 ‐2.07 ‐0.18 0.22 0.72 ‐1.83 ‐0.18 0.20 0.60 ‐1.55 ‐0.27 0.16 0.34 ‐1.36

7 ‐0.05 0.24 1.14 ‐1.78 ‐0.18 0.23 0.89 ‐2.01 0.09 0.22 1.27 ‐1.27 ‐0.11 0.18 0.68 ‐1.36

8 ‐0.19 0.17 0.50 ‐1.68 ‐0.24 0.19 0.42 ‐2.04 ‐0.09 0.17 0.65 ‐1.68 ‐0.26 0.16 0.35 ‐1.82

9 ‐0.94 0.78 2.34 ‐5.93 ‐0.73 0.78 2.97 ‐5.07 ‐0.41 0.53 2.30 ‐6.35 ‐0.98 0.40 0.18 ‐3.48

10 ‐0.96 0.62 1.08 ‐4.44 ‐0.73 0.55 1.21 ‐4.38 ‐0.52 0.44 1.53 ‐3.89 ‐0.89 0.34 0.10 ‐3.31

11 ‐0.08 0.48 1.42 ‐3.60 ‐0.36 0.41 1.09 ‐3.54 ‐0.53 0.38 0.92 ‐2.83 ‐0.62 0.26 0.19 ‐2.59

12 ‐0.66 0.39 0.79 ‐3.66 ‐0.56 0.36 0.72 ‐3.07 ‐0.40 0.33 0.78 ‐2.76 ‐0.64 0.26 0.13 ‐2.70

13 ‐0.34 0.37 0.98 ‐2.75 ‐0.50 0.36 0.77 ‐3.13 ‐0.45 0.31 0.77 ‐2.50 ‐0.73 0.27 ‐0.02 ‐2.80

14 ‐0.06 0.32 0.97 ‐2.22 ‐0.61 0.34 0.37 ‐2.68 ‐0.42 0.27 0.55 ‐2.23 ‐0.77 0.27 0.11 ‐2.48

15 ‐0.78 0.27 0.07 ‐2.57 ‐0.60 0.32 0.32 ‐2.60 ‐0.39 0.23 0.44 ‐1.93 ‐0.72 0.25 0.10 ‐2.42

16 ‐0.57 0.18 ‐0.03 ‐2.01 ‐0.36 0.22 0.27 ‐2.41 ‐0.21 0.19 0.51 ‐2.38 ‐0.45 0.18 0.25 ‐2.07

17 ‐1.05 0.75 2.15 ‐6.26 ‐0.82 0.79 3.35 ‐5.72 ‐0.54 0.56 2.49 ‐5.69 ‐1.04 0.41 0.43 ‐3.42

18 0.00 0.00 0.00 0.00 ‐0.75 0.35 0.87 0.00 0.00 0.00 0.00 0.00 ‐0.49 0.31 0.96 ‐1.85

19 ‐0.73 0.53 1.09 ‐3.89 ‐0.42 0.49 1.71 ‐3.34 ‐0.48 0.42 1.04 ‐2.91 ‐0.80 0.33 0.46 ‐3.73

20 ‐0.63 0.45 0.91 ‐3.44 ‐0.26 0.43 1.07 ‐3.45 ‐0.41 0.38 1.00 ‐3.33 ‐0.84 0.30 0.04 ‐2.89

21 ‐0.78 0.40 0.60 ‐3.48 ‐0.55 0.40 0.63 ‐4.47 ‐0.47 0.34 0.81 ‐2.78 ‐0.87 0.30 0.00 ‐2.93

22 ‐0.36 0.34 0.75 ‐2.67 ‐0.38 0.36 0.69 ‐2.98 ‐0.27 0.29 0.95 ‐1.92 ‐0.80 0.28 0.03 ‐2.84

23 ‐0.70 0.29 0.38 ‐2.30 ‐0.33 0.33 0.98 ‐2.50 ‐0.07 0.29 1.54 ‐1.70 ‐0.51 0.26 0.45 ‐1.85

24 ‐0.33 0.21 0.39 ‐1.91 ‐0.43 0.27 0.45 ‐2.75 ‐0.17 0.23 0.70 ‐2.15 ‐0.64 0.26 0.27 ‐3.04

25 ‐1.25 0.82 1.92 ‐6.27 ‐1.03 0.88 2.58 ‐5.96 ‐0.68 0.60 2.31 ‐6.52 ‐1.21 0.45 0.28 ‐5.09

26 ‐1.05 0.67 1.07 ‐4.78 ‐1.36 0.64 0.56 ‐5.32 ‐0.73 0.51 1.11 ‐3.71 ‐1.13 0.38 0.00 ‐3.59

27 ‐0.69 0.53 1.19 ‐4.25 ‐0.74 0.52 0.79 ‐3.77 ‐0.65 0.45 0.89 ‐3.34 ‐0.99 0.34 0.07 ‐3.66

28 ‐0.62 0.45 0.89 ‐3.41 ‐0.61 0.45 0.73 ‐3.60 ‐0.55 0.39 0.90 ‐3.13 ‐0.94 0.32 0.02 ‐3.14

29 ‐0.90 0.42 0.51 ‐3.23 ‐0.69 0.44 0.53 ‐3.58 ‐0.57 0.36 0.72 ‐2.76 ‐1.04 0.33 ‐0.07 ‐3.44

30 ‐0.59 0.38 0.61 ‐2.78 ‐0.68 0.42 0.48 ‐3.40 ‐0.55 0.32 0.54 ‐2.42 ‐1.08 0.33 ‐0.16 ‐3.20

31 ‐0.46 0.32 0.51 ‐2.35 ‐0.39 0.35 0.62 ‐2.79 ‐0.46 0.28 0.48 ‐2.15 ‐0.92 0.29 ‐0.04 ‐2.45

32 ‐0.20 0.20 0.47 ‐1.82 ‐0.43 0.27 0.26 ‐2.90 ‐0.26 0.21 0.48 ‐2.35 ‐0.71 0.30 0.15 ‐3.65

33 ‐1.00 0.78 2.80 ‐5.85 ‐0.97 0.78 3.44 ‐5.80 ‐0.54 0.66 2.77 ‐5.17 ‐1.18 0.43 0.18 ‐4.47

34 ‐0.73 0.66 1.89 ‐4.90 ‐0.78 0.67 1.32 ‐4.59 ‐0.52 0.60 1.78 ‐3.74 ‐0.97 0.38 0.47 ‐3.29

35 ‐0.77 0.56 1.18 ‐3.87 ‐0.93 0.57 0.80 ‐4.20 ‐0.57 0.49 1.08 ‐3.09 ‐1.06 0.37 0.23 ‐3.62

36 ‐0.78 0.47 0.68 ‐3.28 ‐0.50 0.51 1.13 ‐3.62 ‐0.45 0.42 1.17 ‐2.58 ‐1.12 0.35 ‐0.09 ‐3.48

37 ‐0.40 0.43 0.95 ‐2.81 ‐0.71 0.47 0.59 ‐3.56 ‐0.45 0.37 0.93 ‐2.58 ‐1.15 0.35 ‐0.05 ‐3.42

38 ‐0.98 0.37 0.23 ‐3.54 ‐0.65 0.42 0.66 ‐4.03 ‐0.37 0.31 0.82 ‐2.14 ‐1.04 0.32 ‐0.03 ‐2.89

39 ‐0.57 0.31 0.64 ‐2.61 ‐0.49 0.37 0.97 ‐2.70 ‐0.14 0.28 1.26 ‐1.85 ‐0.79 0.30 0.41 ‐2.19

40 ‐0.40 0.23 0.28 ‐1.90 ‐0.67 0.30 0.22 ‐3.12 ‐0.20 0.23 0.59 ‐2.08 ‐0.83 0.31 0.05 ‐3.41

41 ‐1.45 0.84 2.14 ‐6.10 ‐1.51 0.86 2.33 ‐6.06 ‐0.57 0.69 2.89 ‐4.73 ‐1.35 0.47 ‐0.02 ‐4.25

42 ‐1.16 0.67 0.91 ‐4.98 ‐1.12 0.73 0.88 ‐5.47 ‐0.78 0.55 1.51 ‐3.72 ‐1.31 0.42 ‐0.03 ‐4.04

43 ‐0.89 0.54 0.87 ‐3.93 ‐0.92 0.59 1.00 ‐4.07 ‐0.56 0.48 1.24 ‐3.12 ‐1.20 0.37 0.09 ‐3.67

44 ‐1.05 0.47 0.75 ‐3.49 ‐0.93 0.53 0.55 ‐4.62 ‐0.53 0.41 1.03 ‐2.64 ‐1.23 0.37 0.03 ‐3.92

45 ‐0.81 0.45 0.61 ‐3.41 ‐0.90 0.50 0.51 ‐3.84 ‐0.58 0.39 0.66 ‐2.53 ‐1.33 0.39 ‐0.12 ‐4.14

46 0.00 0.00 0.00 0.00 28.86 0.36 29.86 0.00 0.00 0.00 0.00 0.00 4.29 0.47 5.52 2.80

47 ‐0.80 0.32 0.15 ‐2.69 ‐0.69 0.37 0.34 ‐2.99 ‐0.50 0.30 0.44 ‐2.55 ‐1.12 0.32 ‐0.05 ‐2.86

48 ‐0.50 0.22 0.17 ‐1.93 ‐0.62 0.28 0.18 ‐2.73 ‐0.31 0.21 0.35 ‐1.88 ‐0.81 0.30 0.14 ‐3.10

49 ‐1.31 0.77 1.76 ‐6.15 ‐1.33 0.92 2.07 ‐6.81 ‐0.54 0.78 4.06 ‐5.58 ‐1.37 0.47 0.27 ‐4.38

50 ‐1.00 0.64 1.31 ‐5.02 ‐0.92 0.72 1.36 ‐5.30 ‐0.32 0.63 2.04 ‐3.85 ‐1.16 0.41 0.40 ‐3.84

51 ‐0.67 0.57 1.46 ‐4.00 ‐0.70 0.62 1.48 ‐4.89 ‐0.43 0.50 1.51 ‐3.09 ‐1.26 0.40 0.18 ‐3.60

52 ‐0.90 0.48 0.80 ‐3.66 ‐0.91 0.55 0.60 ‐4.19 ‐0.53 0.41 0.96 ‐2.80 ‐1.37 0.40 ‐0.11 ‐3.80

53 ‐0.72 0.43 0.71 ‐3.37 ‐0.89 0.50 0.59 ‐4.01 ‐0.42 0.36 0.92 ‐2.39 ‐1.40 0.40 ‐0.17 ‐3.78

54 ‐0.88 0.37 0.24 ‐3.06 ‐0.93 0.45 0.30 ‐3.73 ‐0.37 0.31 0.81 ‐2.48 ‐1.36 0.39 ‐0.13 ‐3.39

55 ‐0.60 0.30 0.47 ‐2.54 ‐0.74 0.38 0.82 ‐2.82 ‐0.20 0.29 0.97 ‐2.02 ‐1.02 0.35 0.23 ‐3.07

56 ‐0.48 0.21 0.15 ‐1.76 ‐0.54 0.29 0.51 ‐2.83 ‐0.22 0.22 0.57 ‐2.02 ‐0.95 0.37 0.20 ‐4.03

57 ‐1.21 0.82 2.31 ‐6.08 ‐1.21 0.89 2.60 ‐6.27 ‐0.62 0.77 3.42 ‐6.11 ‐1.51 0.52 0.05 ‐4.72

58 ‐1.14 0.67 1.19 ‐5.32 ‐1.03 0.74 1.26 ‐4.92 ‐0.74 0.57 0.98 ‐3.80 ‐1.48 0.46 ‐0.05 ‐4.27

59 ‐0.89 0.54 0.82 ‐4.21 ‐1.07 0.61 0.91 ‐4.75 ‐0.59 0.47 1.01 ‐3.50 ‐1.41 0.42 ‐0.03 ‐4.06

60 ‐1.02 0.46 0.54 ‐3.68 ‐0.92 0.54 0.81 ‐3.84 ‐0.49 0.41 0.98 ‐3.11 ‐1.48 0.41 ‐0.18 ‐3.80

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐1.17 0.37 ‐0.12 ‐3.13 ‐0.81 0.46 0.55 ‐4.13 ‐0.35 0.34 1.03 ‐2.48 ‐1.52 0.42 ‐0.24 ‐3.88

63 ‐0.52 0.30 0.43 ‐2.34 ‐0.41 0.38 0.72 ‐2.71 ‐0.49 0.31 0.51 ‐2.54 ‐1.23 0.36 ‐0.13 ‐3.45

64 ‐0.46 0.20 0.18 ‐1.98 ‐0.44 0.28 0.40 ‐2.80 ‐0.29 0.22 0.52 ‐1.96 ‐0.77 0.33 0.14 ‐3.31

Table E16 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 150o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.99 0.67 1.54 ‐6.35 ‐0.71 0.63 2.26 ‐6.75 ‐0.38 0.61 2.78 ‐5.63 ‐0.96 0.41 0.36 ‐4.48

2 ‐0.43 0.41 1.02 ‐3.29 ‐0.28 0.36 1.14 ‐3.40 ‐0.21 0.39 1.55 ‐3.51 ‐0.53 0.34 0.62 ‐3.86

3 ‐0.37 0.34 0.97 ‐2.52 ‐0.35 0.29 0.86 ‐2.94 ‐0.18 0.34 1.22 ‐3.00 ‐0.60 0.30 0.42 ‐3.21

4 ‐0.26 0.28 0.66 ‐2.71 ‐0.25 0.25 0.71 ‐2.83 ‐0.19 0.30 0.99 ‐2.60 ‐0.49 0.25 0.21 ‐2.32

5 ‐0.20 0.25 0.68 ‐2.74 ‐0.08 0.22 0.80 ‐2.75 ‐0.23 0.27 0.85 ‐2.17 ‐0.49 0.24 0.20 ‐2.41

6 ‐0.17 0.23 0.62 ‐2.16 ‐0.18 0.20 0.70 ‐1.83 ‐0.19 0.22 0.61 ‐2.23 ‐0.37 0.21 0.30 ‐2.16

7 0.07 0.26 1.32 ‐1.46 ‐0.19 0.21 0.81 ‐2.08 ‐0.03 0.23 0.92 ‐2.01 ‐0.17 0.20 0.66 ‐1.53

8 ‐0.12 0.18 0.56 ‐1.44 ‐0.24 0.17 0.44 ‐1.93 ‐0.12 0.16 0.68 ‐1.85 ‐0.29 0.17 0.37 ‐1.88

9 ‐0.89 0.76 2.05 ‐6.46 ‐0.57 0.64 2.85 ‐6.12 ‐0.29 0.63 3.11 ‐6.32 ‐1.25 0.48 0.16 ‐3.95

10 ‐0.94 0.56 0.75 ‐4.95 ‐0.62 0.43 1.17 ‐4.19 ‐0.34 0.48 2.00 ‐3.87 ‐1.09 0.40 0.01 ‐4.58

11 0.04 0.43 1.44 ‐3.31 ‐0.35 0.35 1.04 ‐3.18 ‐0.40 0.42 1.35 ‐3.03 ‐0.81 0.31 0.20 ‐3.05

12 ‐0.64 0.36 0.61 ‐3.43 ‐0.56 0.30 0.60 ‐3.35 ‐0.33 0.37 1.21 ‐3.04 ‐0.84 0.31 0.05 ‐3.61

13 ‐0.28 0.33 0.79 ‐2.63 ‐0.42 0.28 0.70 ‐2.62 ‐0.40 0.34 0.88 ‐3.15 ‐0.92 0.34 ‐0.05 ‐2.95

14 0.06 0.30 0.95 ‐2.48 ‐0.53 0.28 0.41 ‐2.40 ‐0.37 0.30 0.70 ‐2.29 ‐0.94 0.34 ‐0.05 ‐2.68

15 ‐0.82 0.27 0.04 ‐2.81 ‐0.57 0.28 0.33 ‐2.53 ‐0.36 0.25 0.52 ‐2.19 ‐0.85 0.29 0.08 ‐2.45

16 ‐0.56 0.18 0.01 ‐1.94 ‐0.34 0.19 0.31 ‐1.98 ‐0.18 0.19 0.56 ‐2.44 ‐0.49 0.18 0.31 ‐2.17

17 ‐1.11 0.77 2.49 ‐6.43 ‐0.63 0.65 2.79 ‐5.82 ‐0.36 0.61 4.32 ‐5.23 ‐1.30 0.49 0.36 ‐4.90

18 0.00 0.00 0.00 0.00 ‐0.92 0.35 0.88 0.00 0.00 0.00 0.00 0.00 ‐0.81 0.32 0.62 ‐2.31

19 ‐0.71 0.50 1.05 ‐3.94 ‐0.39 0.40 1.24 ‐2.75 ‐0.38 0.45 1.58 ‐3.30 ‐1.01 0.38 0.28 ‐4.29

20 ‐0.54 0.43 0.86 ‐3.25 ‐0.12 0.34 1.29 ‐2.67 ‐0.39 0.41 1.36 ‐2.79 ‐1.03 0.36 0.07 ‐3.37

21 ‐0.82 0.38 0.40 ‐3.30 ‐0.44 0.32 0.84 ‐2.61 ‐0.50 0.37 0.93 ‐2.69 ‐1.04 0.37 ‐0.05 ‐3.33

22 ‐0.30 0.34 0.73 ‐2.64 ‐0.25 0.29 0.84 ‐2.31 ‐0.35 0.30 0.99 ‐2.40 ‐0.96 0.35 0.06 ‐3.12

23 ‐0.68 0.30 0.40 ‐2.61 ‐0.21 0.29 0.98 ‐2.12 ‐0.22 0.26 0.93 ‐2.32 ‐0.64 0.31 0.56 ‐2.25

24 ‐0.31 0.22 0.43 ‐1.99 ‐0.38 0.24 0.34 ‐2.65 ‐0.25 0.22 0.63 ‐2.17 ‐0.66 0.23 0.23 ‐3.02

25 ‐1.43 0.83 1.74 ‐8.48 ‐0.75 0.71 2.89 ‐5.51 ‐0.44 0.62 3.28 ‐5.99 ‐1.43 0.52 0.33 ‐4.03

26 ‐1.16 0.67 0.73 ‐5.63 ‐1.27 0.51 0.98 ‐4.34 ‐0.51 0.55 1.99 ‐4.66 ‐1.30 0.43 0.25 ‐3.96

27 ‐0.76 0.53 1.05 ‐4.15 ‐0.65 0.42 1.00 ‐3.16 ‐0.60 0.51 1.43 ‐3.45 ‐1.17 0.38 0.30 ‐3.42

28 ‐0.65 0.46 0.79 ‐3.20 ‐0.50 0.37 0.99 ‐3.09 ‐0.59 0.44 1.34 ‐3.57 ‐1.12 0.37 0.11 ‐3.64

29 ‐0.99 0.43 0.39 ‐3.57 ‐0.55 0.35 0.90 ‐3.04 ‐0.63 0.40 1.11 ‐3.01 ‐1.20 0.40 ‐0.04 ‐3.44

30 ‐0.67 0.39 0.54 ‐2.82 ‐0.57 0.34 0.66 ‐3.01 ‐0.61 0.35 0.71 ‐2.94 ‐1.23 0.40 ‐0.14 ‐3.74

31 ‐0.53 0.33 0.44 ‐2.31 ‐0.28 0.31 0.73 ‐2.15 ‐0.49 0.29 0.58 ‐2.31 ‐1.06 0.34 ‐0.14 ‐2.98

32 ‐0.22 0.21 0.42 ‐1.84 ‐0.38 0.23 0.32 ‐2.34 ‐0.31 0.22 0.43 ‐1.83 ‐0.68 0.23 0.12 ‐3.48

33 ‐1.19 0.82 2.08 ‐6.32 ‐0.77 0.73 3.64 ‐6.35 ‐0.39 0.63 3.33 ‐5.55 ‐1.40 0.50 0.39 ‐4.85

34 ‐0.82 0.70 1.62 ‐5.54 ‐0.64 0.56 1.33 ‐3.93 ‐0.50 0.56 1.98 ‐4.11 ‐1.18 0.43 0.32 ‐3.53

35 ‐0.89 0.59 1.09 ‐3.91 ‐0.84 0.47 1.06 ‐3.96 ‐0.62 0.51 1.47 ‐3.63 ‐1.23 0.41 0.27 ‐3.71

36 ‐0.86 0.50 0.65 ‐3.44 ‐0.36 0.41 1.05 ‐3.09 ‐0.58 0.45 1.38 ‐3.51 ‐1.28 0.41 0.06 ‐3.99

37 ‐0.44 0.46 1.01 ‐2.91 ‐0.56 0.38 0.81 ‐3.06 ‐0.61 0.40 0.94 ‐3.48 ‐1.29 0.42 ‐0.05 ‐4.19

38 ‐1.11 0.40 0.06 ‐3.67 ‐0.49 0.34 0.81 ‐2.83 ‐0.54 0.34 0.85 ‐2.86 ‐1.17 0.39 ‐0.03 ‐4.05

39 ‐0.64 0.33 0.49 ‐2.43 ‐0.28 0.33 1.31 ‐2.80 ‐0.32 0.28 1.00 ‐2.11 ‐0.93 0.34 0.43 ‐2.75

40 ‐0.46 0.25 0.33 ‐2.04 ‐0.62 0.26 0.26 ‐3.20 ‐0.35 0.26 0.70 ‐2.09 ‐0.82 0.26 0.02 ‐2.73

41 ‐1.86 0.89 1.66 ‐7.24 ‐1.33 0.83 2.51 ‐7.79 ‐0.52 0.63 3.26 ‐5.75 ‐1.54 0.54 0.24 ‐7.73

42 ‐1.45 0.73 0.66 ‐5.52 ‐0.97 0.63 1.19 ‐4.86 ‐0.74 0.58 1.58 ‐3.90 ‐1.44 0.47 0.09 ‐4.86

43 ‐1.02 0.60 0.83 ‐4.20 ‐0.82 0.51 1.15 ‐3.77 ‐0.73 0.52 1.41 ‐3.78 ‐1.34 0.43 0.05 ‐4.11

44 ‐1.24 0.52 0.63 ‐3.86 ‐0.84 0.45 0.89 ‐3.49 ‐0.74 0.46 1.34 ‐3.27 ‐1.36 0.43 0.02 ‐4.02

45 ‐0.98 0.50 0.44 ‐3.72 ‐0.78 0.43 0.76 ‐3.57 ‐0.77 0.43 0.96 ‐2.99 ‐1.41 0.44 ‐0.10 ‐4.22

46 0.00 0.00 0.00 0.00 29.65 0.27 30.57 0.00 0.00 0.00 0.00 0.00 4.33 0.46 5.62 2.74

47 ‐0.95 0.36 0.04 ‐2.88 ‐0.71 0.36 0.39 ‐3.26 ‐0.59 0.32 0.64 ‐2.74 ‐1.19 0.36 ‐0.06 ‐3.27

48 ‐0.61 0.25 0.10 ‐2.11 ‐0.62 0.26 0.22 ‐2.77 ‐0.40 0.24 0.46 ‐2.01 ‐0.84 0.26 0.10 ‐3.14

49 ‐1.71 0.83 1.80 ‐7.05 ‐1.22 0.90 3.15 ‐7.10 ‐0.63 0.65 3.40 ‐6.01 ‐1.55 0.54 0.25 ‐5.94

50 ‐1.24 0.72 1.19 ‐4.98 ‐0.81 0.65 1.58 ‐4.67 ‐0.63 0.57 1.89 ‐3.92 ‐1.33 0.46 0.15 ‐5.55

51 ‐0.88 0.64 1.67 ‐4.15 ‐0.57 0.57 1.57 ‐4.18 ‐0.78 0.51 1.18 ‐3.77 ‐1.38 0.45 0.10 ‐4.79

52 ‐1.17 0.55 0.50 ‐4.14 ‐0.85 0.50 0.88 ‐4.99 ‐0.83 0.45 1.00 ‐3.35 ‐1.45 0.44 ‐0.06 ‐4.07

53 ‐0.90 0.50 0.77 ‐3.77 ‐0.81 0.47 0.91 ‐3.60 ‐0.66 0.40 0.95 ‐3.34 ‐1.45 0.45 ‐0.06 ‐3.96

54 ‐1.10 0.43 0.17 ‐3.56 ‐0.87 0.43 0.55 ‐3.29 ‐0.56 0.35 0.78 ‐2.63 ‐1.41 0.43 ‐0.21 ‐3.90

55 ‐0.75 0.35 0.29 ‐2.95 ‐0.66 0.37 0.76 ‐2.84 ‐0.34 0.31 1.03 ‐2.67 ‐1.09 0.37 0.22 ‐3.09

56 ‐0.56 0.25 0.13 ‐2.12 ‐0.50 0.29 0.50 ‐3.78 ‐0.34 0.26 0.62 ‐2.56 ‐0.91 0.29 0.25 ‐3.68

57 ‐1.69 0.93 2.40 ‐6.90 ‐1.31 0.93 2.99 ‐6.62 ‐0.69 0.67 3.28 ‐6.25 ‐1.68 0.57 0.13 ‐5.55

58 ‐1.48 0.78 0.95 ‐5.52 ‐1.07 0.73 1.31 ‐5.28 ‐0.89 0.60 1.82 ‐4.92 ‐1.58 0.50 0.10 ‐6.40

59 ‐1.13 0.64 0.95 ‐4.51 ‐1.09 0.61 0.96 ‐4.36 ‐0.88 0.53 1.28 ‐4.04 ‐1.49 0.45 0.24 ‐4.91

60 ‐1.28 0.56 0.36 ‐4.67 ‐0.94 0.55 0.94 ‐4.42 ‐0.75 0.46 1.06 ‐3.36 ‐1.53 0.44 ‐0.02 ‐4.04

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐1.20 0.44 0.03 ‐3.59 ‐0.87 0.49 0.55 ‐3.61 ‐0.46 0.36 1.05 ‐2.81 ‐1.54 0.44 ‐0.27 ‐4.00

63 ‐0.68 0.36 0.41 ‐2.75 ‐0.46 0.42 0.72 ‐2.87 ‐0.59 0.32 0.52 ‐2.56 ‐1.32 0.38 ‐0.19 ‐3.42

64 ‐0.51 0.24 0.20 ‐2.20 ‐0.43 0.27 0.39 ‐3.25 ‐0.34 0.22 0.37 ‐1.85 ‐0.84 0.28 0.19 ‐3.03

Table E17 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 160o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.30 0.88 1.48 ‐8.10 ‐1.05 0.90 1.89 ‐8.50 ‐0.50 0.78 2.40 ‐6.55 ‐1.26 0.48 0.17 ‐4.50

2 ‐0.69 0.52 0.73 ‐4.80 ‐0.44 0.47 1.11 ‐4.01 ‐0.27 0.44 1.42 ‐3.92 ‐0.81 0.39 0.40 ‐3.82

3 ‐0.55 0.43 0.92 ‐3.92 ‐0.49 0.38 0.85 ‐3.25 ‐0.23 0.39 1.11 ‐2.82 ‐0.86 0.36 0.28 ‐3.60

4 ‐0.40 0.37 0.75 ‐3.21 ‐0.35 0.33 0.85 ‐2.97 ‐0.21 0.34 0.98 ‐3.41 ‐0.73 0.32 0.14 ‐3.09

5 ‐0.30 0.32 0.66 ‐2.79 ‐0.16 0.29 0.79 ‐2.90 ‐0.22 0.30 0.84 ‐4.31 ‐0.72 0.31 0.06 ‐3.87

6 ‐0.26 0.31 0.56 ‐2.50 ‐0.30 0.27 0.62 ‐3.08 ‐0.22 0.26 0.67 ‐2.53 ‐0.56 0.27 0.25 ‐2.71

7 ‐0.04 0.31 1.19 ‐2.07 ‐0.35 0.25 0.68 ‐3.44 ‐0.14 0.22 0.69 ‐2.28 ‐0.32 0.25 0.65 ‐1.87

8 ‐0.18 0.20 0.41 ‐1.76 ‐0.32 0.19 0.49 ‐2.21 ‐0.14 0.17 0.52 ‐2.27 ‐0.39 0.20 0.42 ‐1.79

9 ‐0.83 0.76 2.09 ‐6.29 ‐0.67 0.79 3.05 ‐6.74 ‐0.29 0.68 2.72 ‐5.54 ‐1.51 0.53 0.15 ‐4.64

10 ‐0.93 0.57 0.90 ‐5.38 ‐0.62 0.54 1.46 ‐4.56 ‐0.26 0.52 1.84 ‐3.73 ‐1.30 0.43 0.02 ‐4.17

11 0.07 0.45 1.59 ‐3.90 ‐0.37 0.44 1.36 ‐3.88 ‐0.31 0.45 1.33 ‐3.34 ‐1.04 0.36 0.10 ‐3.45

12 ‐0.70 0.38 0.55 ‐3.95 ‐0.63 0.38 0.68 ‐3.57 ‐0.27 0.39 1.38 ‐3.38 ‐1.09 0.37 ‐0.02 ‐3.43

13 ‐0.28 0.34 0.72 ‐3.04 ‐0.44 0.35 0.82 ‐3.31 ‐0.33 0.35 1.13 ‐3.50 ‐1.16 0.39 ‐0.04 ‐3.12

14 0.16 0.30 1.07 ‐2.06 ‐0.52 0.32 0.63 ‐2.95 ‐0.28 0.29 0.77 ‐3.32 ‐1.17 0.39 ‐0.12 ‐3.31

15 ‐0.83 0.25 ‐0.06 ‐2.80 ‐0.51 0.29 0.67 ‐2.96 ‐0.28 0.25 0.63 ‐3.12 ‐1.02 0.33 ‐0.06 ‐3.08

16 ‐0.53 0.17 0.14 ‐2.04 ‐0.35 0.22 0.41 ‐2.26 ‐0.14 0.20 0.70 ‐2.31 ‐0.59 0.21 0.36 ‐2.23

17 ‐0.95 0.72 2.04 ‐7.23 ‐0.65 0.74 3.01 ‐6.28 ‐0.25 0.63 2.99 ‐5.64 ‐1.55 0.54 0.02 ‐4.33

18 0.00 0.00 0.00 0.00 ‐1.21 0.31 0.35 0.00 0.00 0.00 0.00 0.00 ‐1.13 0.31 0.34 ‐2.66

19 ‐0.68 0.47 0.92 ‐4.22 ‐0.46 0.45 1.28 ‐4.27 ‐0.27 0.48 1.59 ‐3.57 ‐1.25 0.42 0.08 ‐3.41

20 ‐0.43 0.40 0.79 ‐3.75 ‐0.13 0.40 1.51 ‐2.91 ‐0.26 0.43 1.43 ‐2.93 ‐1.25 0.41 ‐0.03 ‐3.20

21 ‐0.81 0.35 0.24 ‐3.60 ‐0.49 0.37 0.91 ‐3.78 ‐0.40 0.38 0.95 ‐2.84 ‐1.27 0.41 ‐0.13 ‐3.73

22 ‐0.23 0.33 0.74 ‐2.61 ‐0.33 0.34 0.89 ‐3.07 ‐0.30 0.32 0.86 ‐2.62 ‐1.19 0.40 ‐0.04 ‐3.56

23 ‐0.69 0.33 0.55 ‐2.80 ‐0.38 0.33 0.82 ‐3.02 ‐0.27 0.26 0.56 ‐2.11 ‐0.85 0.35 0.37 ‐2.61

24 ‐0.26 0.22 0.39 ‐1.80 ‐0.46 0.26 0.53 ‐2.89 ‐0.22 0.23 0.61 ‐2.29 ‐0.77 0.25 0.06 ‐2.53

25 ‐1.02 0.71 2.03 ‐5.92 ‐0.63 0.72 3.54 ‐6.56 ‐0.23 0.61 2.97 ‐6.45 ‐1.63 0.56 ‐0.05 ‐4.17

26 ‐0.89 0.55 1.11 ‐5.55 ‐1.21 0.52 1.00 ‐5.25 ‐0.23 0.54 2.23 ‐3.58 ‐1.47 0.44 0.04 ‐3.96

27 ‐0.62 0.46 1.04 ‐4.02 ‐0.64 0.44 1.06 ‐3.57 ‐0.36 0.52 1.54 ‐3.42 ‐1.35 0.41 0.03 ‐3.63

28 ‐0.51 0.40 0.92 ‐3.67 ‐0.52 0.40 1.07 ‐3.06 ‐0.41 0.48 1.40 ‐3.89 ‐1.32 0.40 ‐0.10 ‐3.52

29 ‐0.88 0.36 0.38 ‐3.85 ‐0.55 0.38 0.84 ‐3.23 ‐0.47 0.42 1.01 ‐3.01 ‐1.40 0.43 ‐0.16 ‐3.89

30 ‐0.54 0.33 0.60 ‐3.07 ‐0.53 0.35 0.66 ‐3.27 ‐0.47 0.35 0.83 ‐3.06 ‐1.42 0.43 ‐0.16 ‐3.79

31 ‐0.42 0.30 0.52 ‐2.48 ‐0.17 0.31 0.98 ‐2.63 ‐0.35 0.28 0.79 ‐2.69 ‐1.22 0.36 ‐0.02 ‐3.35

32 ‐0.18 0.20 0.46 ‐1.60 ‐0.38 0.27 0.62 ‐2.41 ‐0.27 0.24 0.55 ‐2.22 ‐0.78 0.25 0.08 ‐2.84

33 ‐0.72 0.74 2.63 ‐5.46 ‐0.60 0.70 3.94 ‐7.17 ‐0.10 0.62 3.90 ‐4.61 ‐1.60 0.55 0.15 ‐4.22

34 ‐0.60 0.59 1.54 ‐4.71 ‐0.65 0.53 1.53 ‐4.86 ‐0.20 0.54 2.16 ‐3.64 ‐1.38 0.46 0.08 ‐3.97

35 ‐0.70 0.49 1.14 ‐3.93 ‐0.87 0.45 1.15 ‐4.14 ‐0.33 0.52 1.70 ‐3.37 ‐1.40 0.42 0.03 ‐3.85

36 ‐0.64 0.42 0.84 ‐3.56 ‐0.35 0.41 1.26 ‐3.08 ‐0.33 0.48 1.56 ‐2.72 ‐1.44 0.42 ‐0.16 ‐3.60

37 ‐0.18 0.38 1.08 ‐3.06 ‐0.56 0.38 1.16 ‐3.03 ‐0.41 0.43 1.27 ‐2.73 ‐1.46 0.44 ‐0.29 ‐4.04

38 ‐0.95 0.34 0.20 ‐3.72 ‐0.53 0.35 0.91 ‐2.69 ‐0.42 0.35 1.00 ‐3.19 ‐1.36 0.42 ‐0.24 ‐3.91

39 ‐0.47 0.32 0.65 ‐2.85 ‐0.34 0.35 1.31 ‐2.62 ‐0.33 0.28 0.82 ‐2.77 ‐1.10 0.37 0.08 ‐3.23

40 ‐0.36 0.24 0.42 ‐2.08 ‐0.72 0.29 0.20 ‐2.84 ‐0.32 0.28 0.68 ‐2.47 ‐0.92 0.27 ‐0.08 ‐3.34

41 ‐1.38 0.78 1.68 ‐7.46 ‐1.01 0.69 3.33 ‐6.77 ‐0.19 0.60 3.95 ‐5.23 ‐1.69 0.56 0.20 ‐4.32

42 ‐1.15 0.61 0.90 ‐5.52 ‐0.72 0.55 1.43 ‐5.21 ‐0.32 0.57 2.18 ‐3.37 ‐1.55 0.47 0.07 ‐4.17

43 ‐0.72 0.50 1.05 ‐4.06 ‐0.72 0.47 1.06 ‐3.68 ‐0.36 0.55 1.79 ‐2.99 ‐1.47 0.43 ‐0.18 ‐4.21

44 ‐1.03 0.44 0.49 ‐4.18 ‐0.77 0.42 0.93 ‐3.22 ‐0.47 0.51 1.44 ‐3.45 ‐1.49 0.43 ‐0.23 ‐4.00

45 ‐0.75 0.41 0.67 ‐3.56 ‐0.67 0.40 0.92 ‐3.37 ‐0.55 0.46 1.20 ‐3.46 ‐1.53 0.45 ‐0.23 ‐3.86

46 0.00 0.00 0.00 0.00 30.53 0.22 31.27 0.00 0.00 0.00 0.00 0.00 2.81 0.38 3.91 1.28

47 ‐0.87 0.33 0.13 ‐3.17 ‐0.62 0.35 0.66 ‐4.06 ‐0.42 0.31 0.65 ‐2.28 ‐1.30 0.38 ‐0.21 ‐3.24

48 ‐0.56 0.23 0.15 ‐2.26 ‐0.62 0.28 0.50 ‐3.26 ‐0.35 0.27 0.60 ‐2.51 ‐0.93 0.27 0.01 ‐3.13

49 ‐1.36 0.82 3.20 ‐7.62 ‐0.79 0.73 3.10 ‐7.22 ‐0.23 0.62 3.70 ‐4.29 ‐1.69 0.57 ‐0.07 ‐4.58

50 ‐0.93 0.65 1.65 ‐5.32 ‐0.74 0.55 1.33 ‐4.95 ‐0.24 0.58 2.40 ‐3.97 ‐1.47 0.46 0.07 ‐4.42

51 ‐0.63 0.55 1.52 ‐3.74 ‐0.44 0.48 1.78 ‐3.48 ‐0.48 0.56 1.71 ‐3.35 ‐1.48 0.45 ‐0.03 ‐4.08

52 ‐0.98 0.47 0.67 ‐3.78 ‐0.71 0.43 1.01 ‐3.48 ‐0.62 0.50 1.36 ‐3.46 ‐1.55 0.45 ‐0.23 ‐3.96

53 ‐0.65 0.43 0.74 ‐3.17 ‐0.64 0.41 1.03 ‐3.17 ‐0.52 0.44 1.21 ‐3.21 ‐1.55 0.46 ‐0.17 ‐4.13

54 ‐0.94 0.38 0.37 ‐3.01 ‐0.73 0.37 0.63 ‐3.45 ‐0.50 0.37 0.93 ‐3.01 ‐1.53 0.46 ‐0.18 ‐4.17

55 ‐0.54 0.33 0.66 ‐2.78 ‐0.51 0.36 0.91 ‐3.17 ‐0.36 0.30 0.73 ‐2.45 ‐1.22 0.39 0.17 ‐3.19

56 ‐0.50 0.25 0.28 ‐2.58 ‐0.41 0.30 0.78 ‐2.44 ‐0.33 0.29 0.68 ‐3.08 ‐0.94 0.28 0.01 ‐3.74

57 ‐1.38 0.86 1.65 ‐7.09 ‐0.84 0.77 2.88 ‐6.31 ‐0.28 0.60 3.94 ‐5.44 ‐1.74 0.57 ‐0.12 ‐4.38

58 ‐1.29 0.70 0.94 ‐5.43 ‐0.72 0.61 1.51 ‐4.66 ‐0.46 0.59 1.93 ‐4.04 ‐1.61 0.48 ‐0.03 ‐4.10

59 ‐0.97 0.57 0.93 ‐3.92 ‐0.88 0.51 1.01 ‐3.99 ‐0.60 0.58 1.53 ‐3.45 ‐1.53 0.45 ‐0.13 ‐4.01

60 ‐1.14 0.50 0.67 ‐3.70 ‐0.72 0.45 0.94 ‐3.92 ‐0.60 0.51 1.37 ‐3.92 ‐1.59 0.45 ‐0.33 ‐4.11

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.96 0.42 0.27 ‐3.28 ‐0.66 0.41 0.68 ‐3.23 ‐0.35 0.39 1.22 ‐2.83 ‐1.59 0.47 ‐0.21 ‐4.17

63 ‐0.69 0.37 0.41 ‐3.10 ‐0.31 0.38 1.03 ‐2.42 ‐0.47 0.33 0.68 ‐3.09 ‐1.37 0.40 0.03 ‐3.43

64 ‐0.47 0.25 0.23 ‐2.37 ‐0.38 0.28 0.49 ‐2.44 ‐0.33 0.28 0.62 ‐2.40 ‐0.89 0.28 0.19 ‐3.56

Table E18 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 170o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.97 1.25 1.67 ‐9.53 ‐1.69 1.18 2.01 ‐9.28 ‐1.19 1.14 2.28 ‐7.40 ‐1.63 0.56 0.20 ‐5.11

2 ‐1.10 0.67 0.73 ‐4.49 ‐0.81 0.59 0.97 ‐4.39 ‐0.52 0.53 1.36 ‐4.20 ‐1.16 0.47 0.11 ‐4.56

3 ‐0.91 0.57 0.67 ‐4.54 ‐0.61 0.44 0.90 ‐3.80 ‐0.41 0.47 1.24 ‐4.09 ‐1.16 0.42 0.09 ‐3.61

4 ‐0.86 0.53 0.69 ‐4.08 ‐0.55 0.41 1.03 ‐4.18 ‐0.38 0.40 1.01 ‐3.09 ‐1.02 0.40 0.03 ‐3.70

5 ‐0.81 0.49 0.49 ‐3.59 ‐0.50 0.36 0.80 ‐3.75 ‐0.36 0.35 0.91 ‐2.76 ‐1.00 0.38 0.03 ‐3.52

6 ‐0.72 0.48 0.44 ‐3.42 ‐0.45 0.33 0.64 ‐2.83 ‐0.37 0.32 0.70 ‐2.77 ‐0.82 0.34 0.05 ‐3.01

7 ‐0.43 0.35 0.86 ‐2.52 ‐0.36 0.28 0.61 ‐2.75 ‐0.23 0.24 0.80 ‐2.24 ‐0.54 0.29 0.68 ‐2.49

8 ‐0.42 0.28 0.44 ‐2.14 ‐0.30 0.21 0.53 ‐2.99 ‐0.21 0.19 0.48 ‐2.06 ‐0.54 0.23 0.34 ‐1.84

9 ‐1.74 0.98 2.11 ‐7.96 ‐1.44 0.99 3.28 ‐6.26 ‐0.60 0.90 3.78 ‐5.71 ‐1.85 0.61 0.02 ‐5.23

10 ‐1.39 0.84 1.31 ‐5.88 ‐0.99 0.73 1.27 ‐5.46 ‐0.38 0.59 1.96 ‐4.27 ‐1.56 0.47 ‐0.02 ‐4.63

11 ‐1.06 0.65 1.05 ‐5.03 ‐0.70 0.56 1.32 ‐4.56 ‐0.38 0.47 1.42 ‐3.52 ‐1.33 0.42 0.15 ‐4.48

12 ‐0.93 0.54 0.63 ‐4.14 ‐0.68 0.48 1.03 ‐4.29 ‐0.36 0.41 1.15 ‐3.23 ‐1.40 0.43 0.01 ‐5.49

13 ‐0.89 0.50 0.41 ‐4.19 ‐0.64 0.45 0.90 ‐4.46 ‐0.41 0.37 0.98 ‐3.03 ‐1.48 0.46 ‐0.08 ‐4.55

14 ‐0.79 0.46 0.43 ‐3.91 ‐0.61 0.42 0.75 ‐4.40 ‐0.35 0.32 0.87 ‐2.93 ‐1.47 0.46 ‐0.20 ‐4.03

15 ‐0.70 0.38 0.33 ‐3.63 ‐0.51 0.34 0.58 ‐3.55 ‐0.32 0.28 0.69 ‐3.17 ‐1.25 0.38 ‐0.14 ‐3.76

16 ‐0.42 0.26 0.40 ‐2.30 ‐0.36 0.25 0.50 ‐2.66 ‐0.16 0.21 0.63 ‐2.73 ‐0.74 0.26 0.40 ‐2.45

17 ‐1.66 0.98 2.16 ‐7.51 ‐1.33 1.01 3.33 ‐7.35 ‐0.43 0.79 3.56 ‐6.03 ‐1.89 0.60 ‐0.06 ‐4.89

18 0.00 0.00 0.00 0.00 ‐1.03 0.34 0.56 0.00 0.00 0.00 0.00 0.00 ‐1.24 0.34 ‐0.01 ‐2.78

19 ‐1.16 0.66 0.84 ‐5.08 ‐0.80 0.56 1.23 ‐4.80 ‐0.43 0.51 1.40 ‐3.80 ‐1.55 0.46 0.24 ‐3.97

20 ‐1.01 0.59 0.79 ‐4.82 ‐0.71 0.50 1.02 ‐4.21 ‐0.38 0.46 1.26 ‐3.42 ‐1.55 0.45 0.01 ‐3.97

21 ‐1.02 0.56 0.50 ‐4.51 ‐0.72 0.49 0.82 ‐4.19 ‐0.51 0.41 0.97 ‐3.54 ‐1.58 0.47 ‐0.06 ‐4.00

22 ‐0.89 0.52 0.53 ‐4.02 ‐0.69 0.47 0.70 ‐3.68 ‐0.41 0.37 0.88 ‐3.30 ‐1.51 0.46 ‐0.17 ‐3.95

23 ‐0.74 0.45 0.68 ‐3.61 ‐0.56 0.39 0.72 ‐3.88 ‐0.38 0.31 0.66 ‐2.65 ‐1.15 0.40 0.18 ‐3.33

24 ‐0.50 0.30 0.40 ‐2.52 ‐0.41 0.28 0.55 ‐3.38 ‐0.25 0.23 0.62 ‐2.36 ‐0.92 0.28 0.04 ‐3.84

25 ‐1.45 0.94 1.83 ‐8.64 ‐1.07 0.93 3.12 ‐6.49 ‐0.32 0.65 3.35 ‐5.17 ‐1.88 0.58 0.00 ‐5.00

26 ‐1.22 0.75 1.25 ‐6.18 ‐0.78 0.64 1.61 ‐4.77 ‐0.31 0.57 2.08 ‐3.47 ‐1.67 0.46 ‐0.02 ‐4.73

27 ‐1.09 0.63 1.06 ‐4.87 ‐0.72 0.54 1.44 ‐4.46 ‐0.46 0.55 1.40 ‐3.83 ‐1.58 0.44 ‐0.11 ‐4.35

28 ‐1.01 0.57 0.84 ‐4.28 ‐0.68 0.50 1.14 ‐4.60 ‐0.52 0.52 1.31 ‐4.25 ‐1.58 0.45 ‐0.15 ‐4.17

29 ‐0.99 0.53 0.64 ‐4.47 ‐0.66 0.47 0.95 ‐5.01 ‐0.57 0.46 1.02 ‐4.17 ‐1.66 0.47 ‐0.20 ‐4.07

30 ‐0.90 0.48 0.45 ‐3.80 ‐0.61 0.43 0.84 ‐4.28 ‐0.55 0.40 0.79 ‐3.52 ‐1.65 0.46 ‐0.21 ‐3.86

31 ‐0.77 0.42 0.43 ‐3.72 ‐0.50 0.36 0.60 ‐3.51 ‐0.40 0.33 0.76 ‐3.24 ‐1.40 0.38 ‐0.12 ‐3.57

32 ‐0.53 0.30 0.23 ‐2.57 ‐0.43 0.31 0.53 ‐2.90 ‐0.31 0.25 0.68 ‐2.44 ‐0.91 0.28 0.08 ‐4.47

33 ‐1.27 0.90 2.29 ‐6.43 ‐0.89 0.84 3.44 ‐6.36 ‐0.11 0.61 3.45 ‐3.96 ‐1.83 0.57 0.09 ‐4.68

34 ‐1.21 0.72 1.18 ‐6.07 ‐0.80 0.62 1.52 ‐5.15 ‐0.29 0.58 2.23 ‐3.93 ‐1.63 0.49 0.00 ‐4.52

35 ‐1.06 0.59 0.98 ‐5.14 ‐0.68 0.51 1.38 ‐3.68 ‐0.42 0.57 1.71 ‐3.52 ‐1.59 0.44 ‐0.05 ‐4.50

36 ‐0.93 0.52 0.92 ‐4.42 ‐0.68 0.47 1.13 ‐4.16 ‐0.40 0.53 1.52 ‐3.39 ‐1.65 0.46 ‐0.20 ‐4.46

37 ‐0.93 0.50 0.79 ‐4.35 ‐0.66 0.45 0.96 ‐4.22 ‐0.47 0.48 1.21 ‐3.60 ‐1.69 0.47 ‐0.22 ‐4.32

38 ‐0.90 0.46 0.48 ‐3.81 ‐0.63 0.43 0.95 ‐4.51 ‐0.49 0.40 0.91 ‐3.23 ‐1.60 0.46 ‐0.27 ‐3.98

39 ‐0.77 0.43 0.63 ‐3.64 ‐0.55 0.39 0.75 ‐3.84 ‐0.42 0.33 0.80 ‐3.08 ‐1.31 0.39 ‐0.11 ‐3.53

40 ‐0.55 0.30 0.28 ‐2.58 ‐0.45 0.30 0.61 ‐3.09 ‐0.34 0.29 0.65 ‐2.62 ‐1.00 0.27 ‐0.04 ‐3.48

41 ‐1.11 0.81 2.92 ‐8.60 ‐0.75 0.76 3.97 ‐6.96 ‐0.14 0.58 3.87 ‐3.94 ‐1.83 0.57 0.05 ‐5.17

42 ‐1.07 0.63 1.16 ‐5.39 ‐0.67 0.56 1.44 ‐5.02 ‐0.26 0.57 2.19 ‐3.93 ‐1.66 0.48 0.10 ‐4.60

43 ‐0.91 0.55 1.12 ‐4.79 ‐0.64 0.50 1.24 ‐3.68 ‐0.31 0.58 1.96 ‐3.56 ‐1.61 0.45 ‐0.07 ‐4.77

44 ‐0.92 0.49 0.92 ‐4.13 ‐0.63 0.46 1.10 ‐4.76 ‐0.45 0.54 1.51 ‐3.08 ‐1.65 0.46 ‐0.29 ‐4.18

45 ‐0.92 0.48 0.65 ‐4.50 ‐0.61 0.44 0.85 ‐3.68 ‐0.55 0.50 1.21 ‐3.43 ‐1.68 0.47 ‐0.36 ‐4.18

46 0.00 0.00 0.00 0.00 4.09 0.24 5.08 0.00 0.00 0.00 0.00 0.00 3.09 0.34 4.19 1.57

47 ‐0.70 0.37 0.45 ‐3.32 ‐0.50 0.35 0.63 ‐3.03 ‐0.41 0.33 0.75 ‐2.38 ‐1.40 0.39 ‐0.24 ‐3.69

48 ‐0.56 0.29 0.33 ‐3.28 ‐0.45 0.32 0.64 ‐3.04 ‐0.36 0.30 0.67 ‐2.62 ‐0.99 0.28 0.01 ‐3.02

49 ‐1.04 0.75 2.83 ‐6.45 ‐0.71 0.71 3.95 ‐5.55 ‐0.11 0.60 3.89 ‐5.64 ‐1.82 0.59 ‐0.06 ‐4.42

50 ‐1.01 0.61 1.47 ‐5.35 ‐0.69 0.56 1.67 ‐4.26 ‐0.13 0.57 2.29 ‐3.29 ‐1.64 0.48 ‐0.05 ‐4.45

51 ‐0.95 0.53 0.95 ‐4.50 ‐0.63 0.49 1.24 ‐3.97 ‐0.40 0.58 2.03 ‐3.14 ‐1.59 0.45 ‐0.01 ‐4.39

52 ‐0.93 0.48 0.56 ‐4.11 ‐0.62 0.45 1.05 ‐3.84 ‐0.57 0.53 1.39 ‐3.05 ‐1.65 0.46 ‐0.20 ‐4.18

53 ‐0.86 0.45 0.81 ‐4.43 ‐0.60 0.43 1.07 ‐2.97 ‐0.49 0.48 1.29 ‐3.38 ‐1.66 0.47 ‐0.31 ‐4.19

54 ‐0.85 0.42 0.57 ‐3.53 ‐0.61 0.41 0.90 ‐3.31 ‐0.51 0.40 1.09 ‐2.69 ‐1.67 0.47 ‐0.29 ‐4.23

55 ‐0.69 0.38 0.62 ‐3.56 ‐0.53 0.38 0.71 ‐2.81 ‐0.38 0.32 0.85 ‐2.70 ‐1.36 0.40 ‐0.14 ‐3.58

56 ‐0.45 0.26 0.31 ‐2.76 ‐0.43 0.32 0.72 ‐2.93 ‐0.31 0.30 0.90 ‐2.77 ‐0.99 0.28 ‐0.03 ‐3.17

57 ‐1.00 0.71 2.76 ‐5.89 ‐0.67 0.69 3.53 ‐6.00 ‐0.14 0.59 3.96 ‐4.39 ‐1.81 0.58 0.11 ‐4.66

58 ‐0.99 0.59 1.15 ‐4.59 ‐0.64 0.54 1.87 ‐4.38 ‐0.24 0.59 2.48 ‐3.74 ‐1.65 0.48 0.06 ‐4.28

59 ‐0.92 0.52 1.07 ‐3.95 ‐0.62 0.49 1.31 ‐3.38 ‐0.41 0.59 1.94 ‐3.89 ‐1.59 0.45 0.04 ‐4.19

60 ‐0.89 0.47 1.12 ‐3.80 ‐0.61 0.45 1.07 ‐3.52 ‐0.47 0.54 1.62 ‐4.35 ‐1.65 0.45 ‐0.18 ‐3.98

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.63 0.40 0.73 ‐3.29 ‐0.57 0.39 0.85 ‐3.19 ‐0.24 0.39 1.39 ‐2.70 ‐1.66 0.47 ‐0.31 ‐3.92

63 ‐0.67 0.35 0.39 ‐2.69 ‐0.50 0.35 0.77 ‐2.92 ‐0.40 0.31 0.89 ‐2.38 ‐1.43 0.41 ‐0.14 ‐3.54

64 ‐0.48 0.27 0.53 ‐2.40 ‐0.44 0.33 0.75 ‐2.56 ‐0.32 0.31 0.86 ‐3.00 ‐0.96 0.28 0.01 ‐3.00

Table E19 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 180o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐2.52 1.55 0.84 ‐11.48 ‐2.44 1.44 1.58 ‐9.77 ‐2.37 1.36 1.84 ‐9.37 ‐2.10 0.69 ‐0.20 ‐6.52

2 ‐1.23 0.68 0.59 ‐5.04 ‐1.01 0.62 0.83 ‐4.55 ‐1.05 0.75 1.01 ‐5.29 ‐1.64 0.57 ‐0.07 ‐4.76

3 ‐1.14 0.62 0.61 ‐5.21 ‐0.87 0.51 0.78 ‐3.92 ‐0.84 0.68 0.85 ‐5.24 ‐1.54 0.50 ‐0.11 ‐4.24

4 ‐1.04 0.56 0.44 ‐4.29 ‐0.79 0.47 0.71 ‐3.81 ‐0.73 0.55 0.69 ‐4.32 ‐1.38 0.47 ‐0.07 ‐4.15

5 ‐0.94 0.49 0.39 ‐3.71 ‐0.69 0.40 0.61 ‐3.19 ‐0.65 0.46 0.74 ‐3.43 ‐1.29 0.45 ‐0.02 ‐3.79

6 ‐0.78 0.45 0.38 ‐3.98 ‐0.60 0.35 0.66 ‐2.75 ‐0.58 0.39 0.56 ‐2.87 ‐1.07 0.40 0.10 ‐3.44

7 ‐0.42 0.34 0.78 ‐3.22 ‐0.44 0.28 0.51 ‐2.42 ‐0.34 0.27 0.62 ‐2.95 ‐0.75 0.33 0.42 ‐3.03

8 ‐0.49 0.27 0.32 ‐2.50 ‐0.40 0.22 0.39 ‐1.68 ‐0.30 0.20 0.39 ‐2.00 ‐0.65 0.24 0.22 ‐2.05

9 ‐2.22 1.08 0.83 ‐8.48 ‐1.96 0.95 1.94 ‐6.52 ‐1.43 0.94 2.60 ‐5.98 ‐2.26 0.71 ‐0.25 ‐6.06

10 ‐1.85 1.01 0.75 ‐7.18 ‐1.51 0.84 1.25 ‐6.13 ‐0.91 0.76 1.88 ‐5.08 ‐1.91 0.56 ‐0.12 ‐4.84

11 ‐1.18 0.69 0.96 ‐5.12 ‐0.98 0.62 0.93 ‐4.69 ‐0.57 0.52 1.35 ‐4.02 ‐1.71 0.52 ‐0.18 ‐4.76

12 ‐0.99 0.52 0.68 ‐4.33 ‐0.89 0.50 0.67 ‐4.04 ‐0.47 0.39 1.31 ‐3.75 ‐1.75 0.50 ‐0.31 ‐4.41

13 ‐0.94 0.45 0.62 ‐3.59 ‐0.82 0.46 0.52 ‐3.45 ‐0.49 0.34 0.89 ‐3.10 ‐1.75 0.51 ‐0.33 ‐4.42

14 ‐0.86 0.42 0.64 ‐3.31 ‐0.81 0.43 0.50 ‐3.13 ‐0.44 0.31 0.73 ‐2.86 ‐1.66 0.50 ‐0.28 ‐4.14

15 ‐0.82 0.36 0.35 ‐2.85 ‐0.68 0.36 0.54 ‐3.05 ‐0.40 0.28 0.64 ‐2.81 ‐1.36 0.42 ‐0.22 ‐3.69

16 ‐0.47 0.25 0.23 ‐1.96 ‐0.44 0.25 0.49 ‐2.71 ‐0.21 0.21 0.60 ‐1.80 ‐0.84 0.29 0.16 ‐2.71

17 ‐2.24 0.97 1.21 ‐7.55 ‐2.01 0.94 2.62 ‐7.06 ‐1.22 1.04 2.87 ‐6.23 ‐2.23 0.68 ‐0.34 ‐5.51

18 0.00 0.00 0.00 0.00 ‐1.68 0.38 0.52 0.00 0.00 0.00 0.00 0.00 ‐1.73 0.37 ‐0.34 ‐3.34

19 ‐1.54 0.73 0.82 ‐5.20 ‐1.26 0.67 0.73 ‐5.09 ‐0.72 0.51 1.31 ‐3.87 ‐1.88 0.52 ‐0.24 ‐4.37

20 ‐1.25 0.66 0.61 ‐4.98 ‐1.09 0.60 0.82 ‐4.92 ‐0.55 0.43 1.02 ‐3.99 ‐1.86 0.52 ‐0.29 ‐4.92

21 ‐1.23 0.58 0.38 ‐4.46 ‐1.04 0.56 0.70 ‐4.42 ‐0.62 0.38 0.81 ‐3.40 ‐1.88 0.53 ‐0.47 ‐4.49

22 ‐0.98 0.51 0.54 ‐3.64 ‐0.94 0.51 0.48 ‐4.41 ‐0.50 0.35 0.82 ‐3.15 ‐1.79 0.51 ‐0.43 ‐4.42

23 ‐0.82 0.41 0.53 ‐3.03 ‐0.75 0.40 0.44 ‐3.59 ‐0.46 0.29 0.64 ‐2.82 ‐1.39 0.44 ‐0.08 ‐3.74

24 ‐0.57 0.28 0.32 ‐2.17 ‐0.54 0.27 0.28 ‐2.39 ‐0.27 0.20 0.57 ‐2.11 ‐1.00 0.30 0.09 ‐2.69

25 ‐2.03 0.88 1.56 ‐7.17 ‐1.78 0.97 2.53 ‐6.90 ‐0.80 0.90 3.34 ‐6.20 ‐2.12 0.63 ‐0.28 ‐4.91

26 ‐1.72 0.81 0.70 ‐6.03 ‐1.31 0.78 1.10 ‐5.58 ‐0.67 0.63 1.67 ‐4.07 ‐1.88 0.51 ‐0.07 ‐4.71

27 ‐1.54 0.72 0.86 ‐5.20 ‐1.19 0.67 1.06 ‐4.77 ‐0.73 0.54 1.65 ‐3.63 ‐1.83 0.49 ‐0.12 ‐4.46

28 ‐1.40 0.67 0.54 ‐4.87 ‐1.11 0.61 1.16 ‐4.32 ‐0.71 0.48 0.98 ‐3.51 ‐1.84 0.50 ‐0.34 ‐4.55

29 ‐1.34 0.62 0.43 ‐4.61 ‐1.04 0.57 0.82 ‐4.46 ‐0.69 0.43 0.73 ‐3.75 ‐1.89 0.51 ‐0.39 ‐4.34

30 ‐1.18 0.55 0.22 ‐4.31 ‐0.92 0.51 0.50 ‐4.42 ‐0.62 0.38 0.68 ‐3.36 ‐1.84 0.48 ‐0.45 ‐4.26

31 ‐0.97 0.47 0.26 ‐4.07 ‐0.71 0.41 0.38 ‐4.09 ‐0.46 0.33 0.59 ‐3.48 ‐1.56 0.41 ‐0.26 ‐3.55

32 ‐0.63 0.31 0.26 ‐2.58 ‐0.53 0.30 0.45 ‐3.15 ‐0.34 0.23 0.35 ‐2.28 ‐1.02 0.31 0.03 ‐3.03

33 ‐1.93 0.94 2.23 ‐7.53 ‐1.67 1.06 2.79 ‐7.59 ‐0.46 0.80 3.41 ‐5.97 ‐2.02 0.61 ‐0.23 ‐5.46

34 ‐1.78 0.82 0.60 ‐6.14 ‐1.37 0.81 1.22 ‐6.16 ‐0.71 0.64 1.70 ‐4.16 ‐1.85 0.53 ‐0.15 ‐4.90

35 ‐1.50 0.69 0.64 ‐4.86 ‐1.01 0.62 1.12 ‐4.96 ‐0.78 0.56 1.50 ‐3.95 ‐1.77 0.47 ‐0.21 ‐4.53

36 ‐1.27 0.62 0.66 ‐4.39 ‐1.04 0.57 0.91 ‐4.52 ‐0.66 0.51 1.17 ‐3.90 ‐1.84 0.48 ‐0.41 ‐4.55

37 ‐1.28 0.60 0.51 ‐4.37 ‐1.02 0.55 0.58 ‐4.77 ‐0.68 0.47 0.87 ‐3.59 ‐1.88 0.50 ‐0.44 ‐4.26

38 ‐1.24 0.55 0.41 ‐4.43 ‐0.96 0.51 0.52 ‐4.72 ‐0.66 0.41 0.78 ‐3.29 ‐1.80 0.49 ‐0.30 ‐4.11

39 ‐1.02 0.47 0.24 ‐3.81 ‐0.80 0.42 0.45 ‐3.81 ‐0.57 0.35 0.62 ‐3.68 ‐1.48 0.42 0.00 ‐3.47

40 ‐0.67 0.32 0.16 ‐2.83 ‐0.56 0.28 0.37 ‐2.87 ‐0.37 0.25 0.41 ‐2.64 ‐1.06 0.29 0.04 ‐2.90

41 ‐1.70 0.94 2.14 ‐7.57 ‐1.29 0.95 3.04 ‐7.78 ‐0.42 0.68 3.99 ‐6.34 ‐1.90 0.59 ‐0.11 ‐4.81

42 ‐1.53 0.79 1.07 ‐5.91 ‐0.99 0.71 1.66 ‐5.61 ‐0.58 0.61 1.87 ‐3.78 ‐1.73 0.49 ‐0.03 ‐4.71

43 ‐1.20 0.68 0.92 ‐5.29 ‐0.90 0.60 1.25 ‐4.15 ‐0.59 0.58 1.57 ‐3.44 ‐1.72 0.47 ‐0.16 ‐4.73

44 ‐1.23 0.60 0.56 ‐4.67 ‐0.89 0.53 0.83 ‐4.13 ‐0.70 0.53 1.16 ‐3.69 ‐1.77 0.48 ‐0.26 ‐4.73

45 ‐1.20 0.58 0.36 ‐4.31 ‐0.83 0.50 0.78 ‐4.25 ‐0.75 0.49 0.94 ‐4.40 ‐1.79 0.49 ‐0.30 ‐4.63

46 0.00 0.00 0.00 0.00 3.96 0.29 4.86 0.00 0.00 0.00 0.00 0.00 2.01 0.34 2.96 0.45

47 ‐0.84 0.41 0.27 ‐3.84 ‐0.62 0.36 0.62 ‐3.20 ‐0.49 0.33 0.56 ‐3.10 ‐1.46 0.39 ‐0.15 ‐3.53

48 ‐0.71 0.33 0.20 ‐3.23 ‐0.54 0.29 0.53 ‐2.48 ‐0.43 0.28 0.42 ‐2.40 ‐1.01 0.29 0.00 ‐2.59

49 ‐1.62 0.92 2.39 ‐7.18 ‐1.10 0.88 3.16 ‐7.09 ‐0.34 0.64 3.71 ‐5.10 ‐1.86 0.59 0.02 ‐4.70

50 ‐1.44 0.76 1.11 ‐5.43 ‐1.06 0.68 1.10 ‐5.35 ‐0.45 0.62 2.28 ‐3.86 ‐1.73 0.49 ‐0.03 ‐4.56

51 ‐1.21 0.64 0.80 ‐4.38 ‐0.85 0.55 1.11 ‐4.72 ‐0.70 0.60 1.70 ‐3.99 ‐1.64 0.46 ‐0.02 ‐4.60

52 ‐1.20 0.56 0.71 ‐4.36 ‐0.82 0.49 0.86 ‐3.77 ‐0.82 0.53 1.13 ‐3.61 ‐1.71 0.46 ‐0.28 ‐4.47

53 ‐1.08 0.53 0.46 ‐3.73 ‐0.77 0.46 0.76 ‐3.86 ‐0.68 0.48 1.06 ‐3.18 ‐1.73 0.48 ‐0.29 ‐4.77

54 ‐1.10 0.49 0.36 ‐3.72 ‐0.84 0.45 0.73 ‐4.27 ‐0.68 0.42 0.85 ‐3.10 ‐1.76 0.49 ‐0.35 ‐4.45

55 ‐0.91 0.42 0.34 ‐3.50 ‐0.77 0.40 0.60 ‐3.57 ‐0.51 0.34 0.67 ‐2.38 ‐1.43 0.41 ‐0.01 ‐3.69

56 ‐0.47 0.25 0.23 ‐2.24 ‐0.45 0.27 0.42 ‐2.56 ‐0.31 0.26 0.69 ‐2.49 ‐0.99 0.27 0.09 ‐3.15

57 ‐1.35 0.87 3.22 ‐7.89 ‐0.90 0.79 2.85 ‐7.87 ‐0.31 0.60 3.68 ‐4.83 ‐1.77 0.56 0.16 ‐4.24

58 ‐1.17 0.72 1.19 ‐4.91 ‐0.76 0.59 1.29 ‐5.10 ‐0.43 0.60 2.19 ‐4.15 ‐1.60 0.47 0.00 ‐4.46

59 ‐1.08 0.61 1.21 ‐4.36 ‐0.73 0.51 1.26 ‐4.07 ‐0.60 0.59 1.71 ‐3.51 ‐1.58 0.45 ‐0.07 ‐4.46

60 ‐1.02 0.53 0.88 ‐4.02 ‐0.74 0.46 0.88 ‐4.15 ‐0.64 0.54 1.35 ‐3.71 ‐1.66 0.45 ‐0.32 ‐4.71

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.49 0.42 0.92 ‐3.04 ‐0.65 0.40 0.58 ‐3.94 ‐0.31 0.40 1.27 ‐2.91 ‐1.64 0.45 ‐0.24 ‐4.25

63 ‐0.69 0.36 0.47 ‐2.84 ‐0.50 0.34 0.77 ‐3.26 ‐0.46 0.32 0.75 ‐2.78 ‐1.39 0.39 ‐0.25 ‐3.47

64 ‐0.52 0.28 0.32 ‐2.49 ‐0.47 0.30 0.55 ‐2.86 ‐0.37 0.30 0.77 ‐2.98 ‐0.96 0.27 0.07 ‐4.10

Table E20 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 190o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.78 1.25 1.00 ‐9.22 ‐2.09 1.48 1.45 ‐10.83 ‐2.53 1.56 1.14 ‐10.56 ‐3.43 1.34 ‐0.54 ‐12.53

2 ‐1.31 0.85 0.73 ‐5.88 ‐1.12 0.70 0.75 ‐5.39 ‐1.49 0.89 0.68 ‐5.97 ‐2.18 0.67 ‐0.39 ‐5.74

3 ‐1.07 0.66 0.89 ‐4.72 ‐1.02 0.60 1.08 ‐4.56 ‐1.10 0.76 0.96 ‐5.96 ‐1.95 0.61 ‐0.21 ‐5.23

4 ‐0.94 0.57 0.83 ‐4.01 ‐0.84 0.52 0.89 ‐3.91 ‐0.89 0.63 0.82 ‐4.97 ‐1.72 0.57 ‐0.18 ‐4.55

5 ‐0.90 0.52 0.65 ‐3.84 ‐0.77 0.46 0.65 ‐3.60 ‐0.83 0.56 0.91 ‐4.25 ‐1.53 0.52 ‐0.11 ‐4.25

6 ‐0.74 0.49 0.64 ‐3.60 ‐0.66 0.40 0.57 ‐3.89 ‐0.67 0.48 0.72 ‐3.59 ‐1.26 0.46 0.15 ‐4.03

7 ‐0.48 0.48 0.84 ‐4.16 ‐0.50 0.35 0.54 ‐4.49 ‐0.43 0.38 0.64 ‐3.65 ‐0.91 0.38 0.34 ‐3.30

8 ‐0.48 0.35 0.40 ‐3.83 ‐0.39 0.24 0.45 ‐2.30 ‐0.38 0.28 0.36 ‐3.43 ‐0.69 0.25 0.10 ‐2.69

9 ‐1.49 1.03 1.65 ‐9.46 ‐1.51 0.94 2.22 ‐6.38 ‐1.70 0.96 1.49 ‐6.80 ‐2.98 0.91 ‐0.31 ‐7.83

10 ‐1.26 0.79 1.10 ‐6.11 ‐1.31 0.79 0.98 ‐6.29 ‐1.35 0.87 1.16 ‐6.25 ‐2.65 0.79 ‐0.41 ‐7.23

11 ‐0.90 0.53 1.33 ‐3.74 ‐0.89 0.52 1.15 ‐3.82 ‐0.81 0.56 1.05 ‐3.91 ‐2.19 0.66 ‐0.26 ‐5.55

12 ‐0.87 0.44 1.44 ‐3.41 ‐0.87 0.43 0.76 ‐3.31 ‐0.68 0.45 0.83 ‐3.42 ‐1.90 0.60 ‐0.42 ‐4.87

13 ‐0.89 0.40 0.55 ‐3.24 ‐0.83 0.42 0.59 ‐3.49 ‐0.75 0.42 0.62 ‐3.22 ‐1.64 0.56 ‐0.20 ‐4.27

14 ‐0.76 0.37 0.57 ‐2.65 ‐0.83 0.41 0.83 ‐3.19 ‐0.68 0.38 0.55 ‐2.93 ‐1.44 0.51 0.15 ‐4.04

15 ‐0.77 0.31 0.18 ‐2.44 ‐0.75 0.36 0.57 ‐2.87 ‐0.61 0.33 0.58 ‐2.65 ‐1.14 0.41 0.08 ‐3.79

16 ‐0.39 0.23 0.33 ‐1.79 ‐0.45 0.25 0.38 ‐1.90 ‐0.33 0.24 0.65 ‐1.59 ‐0.73 0.29 0.28 ‐2.41

17 ‐1.62 1.01 2.16 ‐7.13 ‐1.62 0.94 1.66 ‐6.49 ‐1.83 0.87 2.11 ‐5.98 ‐2.77 0.81 ‐0.62 ‐6.67

18 0.00 0.00 0.00 0.00 ‐1.45 0.38 0.38 0.00 0.00 0.00 0.00 0.00 ‐2.28 0.36 ‐1.14 ‐3.86

19 ‐1.12 0.58 0.97 ‐4.21 ‐1.18 0.61 0.85 ‐4.47 ‐1.03 0.55 0.69 ‐4.02 ‐2.37 0.63 ‐0.59 ‐5.43

20 ‐0.84 0.47 0.67 ‐3.23 ‐1.01 0.52 0.60 ‐3.80 ‐0.76 0.45 0.93 ‐3.05 ‐2.18 0.62 ‐0.48 ‐5.29

21 ‐1.00 0.42 0.31 ‐3.48 ‐0.95 0.48 0.49 ‐3.52 ‐0.81 0.42 0.63 ‐3.15 ‐1.98 0.62 ‐0.27 ‐4.78

22 ‐0.76 0.38 0.48 ‐2.98 ‐0.87 0.43 0.38 ‐3.32 ‐0.68 0.39 0.55 ‐2.83 ‐1.70 0.59 ‐0.03 ‐4.38

23 ‐0.68 0.33 0.36 ‐2.64 ‐0.70 0.36 0.31 ‐3.00 ‐0.62 0.33 0.42 ‐2.60 ‐1.27 0.46 0.02 ‐3.62

24 ‐0.51 0.25 0.35 ‐1.98 ‐0.59 0.29 0.27 ‐2.52 ‐0.40 0.24 0.40 ‐2.14 ‐0.84 0.32 0.12 ‐2.67

25 ‐1.76 0.98 1.68 ‐7.72 ‐1.73 0.89 1.97 ‐7.10 ‐1.39 0.87 2.70 ‐6.20 ‐2.48 0.72 ‐0.38 ‐6.38

26 ‐1.47 0.83 0.95 ‐5.77 ‐1.42 0.75 0.81 ‐5.23 ‐1.06 0.66 1.33 ‐4.39 ‐2.25 0.59 ‐0.18 ‐6.17

27 ‐1.33 0.70 0.95 ‐5.54 ‐1.28 0.67 0.76 ‐4.53 ‐1.01 0.57 0.96 ‐3.96 ‐2.24 0.60 ‐0.36 ‐5.31

28 ‐1.15 0.57 0.76 ‐4.58 ‐1.18 0.60 0.87 ‐4.35 ‐0.95 0.51 0.72 ‐3.63 ‐2.19 0.58 ‐0.42 ‐5.20

29 ‐1.12 0.48 0.24 ‐3.92 ‐1.12 0.55 0.47 ‐4.14 ‐0.89 0.44 0.66 ‐3.06 ‐2.10 0.58 ‐0.48 ‐4.80

30 ‐1.01 0.43 0.26 ‐3.31 ‐1.04 0.50 0.32 ‐3.76 ‐0.78 0.39 0.61 ‐2.63 ‐1.89 0.56 ‐0.23 ‐4.45

31 ‐0.84 0.38 0.26 ‐2.97 ‐0.81 0.42 0.39 ‐3.31 ‐0.58 0.33 0.48 ‐2.38 ‐1.52 0.48 ‐0.02 ‐3.85

32 ‐0.53 0.25 0.30 ‐2.06 ‐0.56 0.29 0.25 ‐2.46 ‐0.41 0.22 0.41 ‐1.77 ‐0.99 0.37 0.05 ‐3.01

33 ‐1.84 1.00 1.87 ‐7.32 ‐2.02 1.01 1.42 ‐7.24 ‐1.21 0.99 3.01 ‐6.14 ‐2.28 0.68 ‐0.17 ‐6.20

34 ‐1.70 0.86 1.14 ‐6.11 ‐1.62 0.82 0.65 ‐5.84 ‐1.25 0.71 1.51 ‐4.97 ‐2.17 0.61 ‐0.13 ‐5.96

35 ‐1.47 0.70 0.61 ‐4.96 ‐1.24 0.65 1.02 ‐4.75 ‐1.04 0.53 1.26 ‐4.49 ‐2.03 0.53 ‐0.24 ‐4.62

36 ‐1.22 0.62 0.59 ‐4.75 ‐1.29 0.62 0.43 ‐4.62 ‐0.80 0.46 0.92 ‐3.84 ‐2.09 0.54 ‐0.35 ‐5.21

37 ‐1.17 0.58 0.37 ‐4.38 ‐1.26 0.60 0.44 ‐4.26 ‐0.85 0.45 0.61 ‐3.22 ‐2.09 0.54 ‐0.50 ‐4.89

38 ‐1.11 0.49 0.31 ‐3.72 ‐1.16 0.54 0.19 ‐3.97 ‐0.81 0.40 0.46 ‐2.98 ‐1.92 0.52 ‐0.45 ‐4.34

39 ‐0.87 0.40 0.22 ‐3.07 ‐0.92 0.44 0.22 ‐3.57 ‐0.69 0.34 0.31 ‐2.77 ‐1.53 0.44 ‐0.08 ‐3.69

40 ‐0.61 0.29 0.20 ‐2.20 ‐0.71 0.30 0.23 ‐2.50 ‐0.40 0.23 0.34 ‐2.29 ‐1.00 0.32 ‐0.01 ‐2.71

41 ‐1.80 0.90 2.26 ‐7.56 ‐1.76 0.90 1.91 ‐8.03 ‐0.88 0.87 4.40 ‐5.70 ‐2.03 0.62 ‐0.03 ‐5.92

42 ‐1.66 0.81 0.85 ‐5.96 ‐1.40 0.79 1.01 ‐6.02 ‐0.93 0.64 2.01 ‐4.86 ‐1.86 0.53 ‐0.09 ‐5.42

43 ‐1.26 0.74 1.15 ‐5.18 ‐1.23 0.69 0.90 ‐4.95 ‐0.79 0.55 1.43 ‐3.62 ‐1.88 0.51 ‐0.16 ‐4.99

44 ‐1.32 0.66 0.73 ‐5.23 ‐1.23 0.63 0.70 ‐4.76 ‐0.82 0.47 1.17 ‐4.21 ‐1.94 0.51 ‐0.24 ‐4.80

45 ‐1.31 0.62 0.41 ‐4.97 ‐1.16 0.59 0.44 ‐4.61 ‐0.85 0.45 0.74 ‐3.63 ‐1.93 0.50 ‐0.39 ‐4.82

46 0.00 0.00 0.00 0.00 3.62 0.35 4.63 0.00 0.00 0.00 0.00 0.00 3.14 0.37 4.09 1.64

47 ‐0.92 0.41 0.13 ‐3.30 ‐0.86 0.41 0.30 ‐3.54 ‐0.55 0.32 0.47 ‐2.70 ‐1.48 0.38 ‐0.27 ‐3.42

48 ‐0.69 0.30 0.07 ‐2.56 ‐0.66 0.30 0.26 ‐2.49 ‐0.46 0.25 0.30 ‐2.33 ‐1.06 0.32 0.13 ‐2.82

49 ‐1.88 0.91 1.69 ‐7.35 ‐1.70 0.90 2.35 ‐7.07 ‐0.83 0.81 3.46 ‐6.24 ‐1.94 0.60 ‐0.13 ‐5.30

50 ‐1.61 0.80 1.08 ‐5.91 ‐1.54 0.78 1.07 ‐6.14 ‐0.96 0.64 1.96 ‐4.26 ‐1.86 0.52 ‐0.14 ‐5.14

51 ‐1.39 0.68 1.19 ‐5.06 ‐1.15 0.65 0.98 ‐4.63 ‐0.97 0.54 1.24 ‐4.00 ‐1.72 0.47 ‐0.20 ‐4.31

52 ‐1.41 0.61 0.43 ‐4.65 ‐1.14 0.59 0.63 ‐4.39 ‐0.99 0.47 0.77 ‐3.96 ‐1.78 0.47 ‐0.24 ‐4.47

53 ‐1.24 0.58 0.65 ‐4.56 ‐1.09 0.57 0.62 ‐4.01 ‐0.79 0.43 0.88 ‐3.56 ‐1.80 0.48 ‐0.07 ‐4.74

54 ‐1.24 0.53 0.21 ‐4.30 ‐1.16 0.54 0.34 ‐4.13 ‐0.80 0.40 0.72 ‐3.25 ‐1.84 0.48 ‐0.17 ‐4.41

55 ‐0.93 0.43 0.31 ‐3.41 ‐0.95 0.44 0.42 ‐3.59 ‐0.65 0.34 0.62 ‐2.85 ‐1.46 0.39 ‐0.02 ‐3.80

56 ‐0.51 0.24 0.20 ‐1.93 ‐0.55 0.27 0.32 ‐2.36 ‐0.28 0.20 0.52 ‐2.03 ‐0.98 0.28 0.05 ‐2.69

57 ‐1.60 0.80 2.24 ‐6.31 ‐1.28 0.85 3.07 ‐6.62 ‐0.78 0.71 3.46 ‐4.88 ‐1.76 0.55 ‐0.11 ‐4.81

58 ‐1.44 0.75 0.86 ‐5.71 ‐1.01 0.69 1.31 ‐5.47 ‐0.85 0.61 1.64 ‐3.92 ‐1.58 0.46 ‐0.02 ‐4.61

59 ‐1.35 0.67 0.87 ‐4.91 ‐1.00 0.62 1.22 ‐4.90 ‐0.90 0.54 1.18 ‐4.04 ‐1.59 0.45 ‐0.12 ‐4.61

60 ‐1.28 0.59 0.47 ‐4.14 ‐1.02 0.56 0.69 ‐4.39 ‐0.83 0.48 1.09 ‐3.41 ‐1.67 0.45 ‐0.17 ‐4.58

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.57 0.46 0.86 ‐3.01 ‐0.89 0.46 0.63 ‐3.47 ‐0.37 0.37 0.91 ‐2.54 ‐1.62 0.43 ‐0.22 ‐4.15

63 ‐0.91 0.39 0.19 ‐3.03 ‐0.70 0.38 0.60 ‐3.29 ‐0.51 0.31 0.70 ‐2.41 ‐1.36 0.37 ‐0.18 ‐3.72

64 ‐0.58 0.28 0.16 ‐2.32 ‐0.56 0.29 0.33 ‐3.13 ‐0.39 0.26 0.47 ‐2.25 ‐1.00 0.29 0.24 ‐3.32

Table E21 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 200o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐2.11 1.09 0.47 ‐8.49 ‐1.86 1.18 1.36 ‐9.30 ‐1.80 1.09 1.10 ‐9.28 ‐4.81 2.08 ‐0.46 ‐14.26

2 ‐1.85 0.91 0.62 ‐5.97 ‐1.39 0.78 0.94 ‐5.31 ‐1.57 0.84 0.87 ‐6.12 ‐2.11 0.68 ‐0.21 ‐6.09

3 ‐1.49 0.73 0.64 ‐4.81 ‐1.22 0.66 0.65 ‐4.68 ‐1.22 0.68 1.07 ‐4.76 ‐1.94 0.61 ‐0.02 ‐5.47

4 ‐1.33 0.66 0.53 ‐4.32 ‐1.00 0.57 0.75 ‐3.86 ‐1.08 0.60 0.71 ‐4.62 ‐1.70 0.54 ‐0.18 ‐4.53

5 ‐1.29 0.65 0.51 ‐4.25 ‐0.97 0.56 0.80 ‐3.95 ‐1.06 0.59 0.54 ‐4.94 ‐1.55 0.50 ‐0.11 ‐4.20

6 ‐1.16 0.63 0.52 ‐4.49 ‐0.87 0.53 0.65 ‐3.89 ‐0.91 0.56 0.62 ‐4.66 ‐1.30 0.46 0.00 ‐4.20

7 ‐0.93 0.58 0.51 ‐4.29 ‐0.73 0.48 0.49 ‐4.29 ‐0.69 0.51 0.74 ‐4.63 ‐0.97 0.42 0.12 ‐3.75

8 ‐0.74 0.47 0.32 ‐3.94 ‐0.49 0.34 0.46 ‐2.69 ‐0.53 0.39 0.43 ‐3.91 ‐0.68 0.28 0.20 ‐3.06

9 ‐1.44 0.80 1.61 ‐5.82 ‐1.24 0.81 1.94 ‐6.12 ‐1.28 0.84 2.28 ‐6.31 ‐4.16 1.34 ‐0.83 ‐10.93

10 ‐1.36 0.71 0.87 ‐5.55 ‐1.13 0.67 1.38 ‐5.32 ‐1.17 0.73 1.36 ‐5.84 ‐3.06 1.18 ‐0.23 ‐8.55

11 ‐1.16 0.58 0.76 ‐3.89 ‐0.93 0.53 1.10 ‐3.87 ‐1.02 0.57 1.00 ‐4.30 ‐1.68 0.70 0.16 ‐5.98

12 ‐1.10 0.51 0.82 ‐3.60 ‐0.95 0.46 0.59 ‐3.72 ‐0.98 0.49 0.60 ‐3.42 ‐1.45 0.52 0.08 ‐4.50

13 ‐1.12 0.50 0.36 ‐3.53 ‐0.87 0.44 0.58 ‐3.34 ‐0.99 0.47 0.37 ‐3.75 ‐1.34 0.48 0.07 ‐4.01

14 ‐0.89 0.45 0.63 ‐3.18 ‐0.78 0.38 0.46 ‐3.12 ‐0.92 0.41 0.34 ‐3.49 ‐1.26 0.44 0.10 ‐3.84

15 ‐0.83 0.35 0.27 ‐2.81 ‐0.64 0.31 0.47 ‐2.50 ‐0.71 0.33 0.34 ‐2.42 ‐0.98 0.37 0.10 ‐3.01

16 ‐0.44 0.27 0.53 ‐2.06 ‐0.41 0.24 0.54 ‐2.31 ‐0.40 0.24 0.48 ‐2.02 ‐0.66 0.26 0.22 ‐2.38

17 ‐1.38 0.73 1.87 ‐5.29 ‐1.13 0.73 2.38 ‐5.11 ‐1.34 0.75 1.97 ‐5.16 ‐3.42 1.04 ‐0.70 ‐8.45

18 0.00 0.00 0.00 0.00 ‐1.26 0.41 0.74 0.00 0.00 0.00 0.00 0.00 ‐2.84 0.36 ‐1.74 ‐4.33

19 ‐1.20 0.55 1.01 ‐3.85 ‐1.02 0.52 0.82 ‐3.74 ‐1.10 0.54 0.76 ‐3.90 ‐2.34 0.84 ‐0.27 ‐6.65

20 ‐0.89 0.47 0.93 ‐3.17 ‐0.87 0.44 0.64 ‐3.39 ‐0.99 0.47 0.43 ‐3.52 ‐1.76 0.70 ‐0.22 ‐5.90

21 ‐1.09 0.44 0.32 ‐3.44 ‐0.85 0.42 0.55 ‐3.28 ‐0.94 0.45 0.49 ‐3.43 ‐1.39 0.57 ‐0.05 ‐4.59

22 ‐0.84 0.42 0.34 ‐3.63 ‐0.79 0.39 0.34 ‐3.20 ‐0.85 0.41 0.36 ‐3.05 ‐1.21 0.48 0.06 ‐3.96

23 ‐0.81 0.36 0.36 ‐2.85 ‐0.64 0.32 0.33 ‐2.45 ‐0.68 0.34 0.37 ‐2.94 ‐0.96 0.39 0.12 ‐3.32

24 ‐0.49 0.24 0.38 ‐1.95 ‐0.50 0.26 0.28 ‐2.53 ‐0.44 0.26 0.42 ‐2.48 ‐0.65 0.28 0.23 ‐2.39

25 ‐1.27 0.69 1.73 ‐6.39 ‐1.15 0.73 1.79 ‐6.55 ‐1.25 0.69 2.07 ‐5.73 ‐2.84 0.82 ‐0.75 ‐6.83

26 ‐1.16 0.59 1.30 ‐4.07 ‐1.07 0.61 1.36 ‐5.01 ‐1.08 0.63 1.26 ‐4.53 ‐2.87 0.84 ‐0.76 ‐7.39

27 ‐1.17 0.54 1.25 ‐3.76 ‐1.02 0.55 1.20 ‐3.78 ‐1.05 0.57 0.92 ‐4.39 ‐2.77 0.81 ‐0.53 ‐6.50

28 ‐1.04 0.47 0.67 ‐3.46 ‐0.95 0.47 0.67 ‐3.42 ‐1.02 0.50 0.84 ‐3.90 ‐2.18 0.77 ‐0.14 ‐5.97

29 ‐1.05 0.43 0.26 ‐3.25 ‐0.90 0.43 0.53 ‐3.54 ‐0.98 0.45 0.72 ‐3.47 ‐1.73 0.72 ‐0.05 ‐5.42

30 ‐0.91 0.38 0.23 ‐3.26 ‐0.82 0.40 0.43 ‐3.30 ‐0.87 0.42 0.49 ‐3.11 ‐1.32 0.59 0.08 ‐4.51

31 ‐0.68 0.32 0.37 ‐2.63 ‐0.60 0.34 0.51 ‐2.61 ‐0.70 0.36 0.49 ‐2.83 ‐0.99 0.45 0.29 ‐3.84

32 ‐0.47 0.22 0.29 ‐1.66 ‐0.44 0.26 0.40 ‐2.40 ‐0.43 0.25 0.42 ‐2.37 ‐0.67 0.30 0.16 ‐2.94

33 ‐1.19 0.80 2.21 ‐5.66 ‐1.39 0.95 2.42 ‐7.68 ‐1.45 0.79 2.61 ‐6.06 ‐2.54 0.76 ‐0.32 ‐6.91

34 ‐1.31 0.69 1.07 ‐5.09 ‐1.19 0.72 1.05 ‐5.69 ‐1.32 0.70 1.20 ‐5.04 ‐2.56 0.71 ‐0.58 ‐6.28

35 ‐1.21 0.54 0.60 ‐4.11 ‐1.01 0.55 0.93 ‐3.93 ‐1.05 0.56 0.84 ‐3.99 ‐2.34 0.60 ‐0.54 ‐5.09

36 ‐0.95 0.47 0.46 ‐3.33 ‐1.01 0.50 0.46 ‐4.00 ‐0.95 0.49 0.73 ‐3.95 ‐2.33 0.65 ‐0.52 ‐5.38

37 ‐0.92 0.44 0.47 ‐3.48 ‐0.98 0.47 0.43 ‐3.87 ‐1.00 0.48 0.44 ‐3.46 ‐2.04 0.68 ‐0.22 ‐5.35

38 ‐0.94 0.40 0.34 ‐3.05 ‐0.90 0.42 0.41 ‐3.62 ‐0.92 0.44 0.32 ‐3.24 ‐1.57 0.63 ‐0.02 ‐4.70

39 ‐0.75 0.34 0.28 ‐2.73 ‐0.70 0.35 0.41 ‐3.23 ‐0.73 0.37 0.28 ‐3.15 ‐1.14 0.48 0.08 ‐3.80

40 ‐0.48 0.23 0.30 ‐2.04 ‐0.60 0.28 0.30 ‐2.51 ‐0.46 0.27 0.33 ‐2.88 ‐0.66 0.31 0.22 ‐2.55

41 ‐1.28 0.79 2.36 ‐6.45 ‐1.44 0.95 2.01 ‐7.25 ‐1.05 0.79 3.58 ‐5.53 ‐2.20 0.64 ‐0.44 ‐6.25

42 ‐1.25 0.68 1.31 ‐5.61 ‐1.13 0.77 1.27 ‐5.24 ‐0.95 0.63 1.24 ‐4.24 ‐2.11 0.57 ‐0.28 ‐5.01

43 ‐0.85 0.59 1.13 ‐4.46 ‐1.01 0.63 1.16 ‐4.44 ‐0.89 0.56 1.14 ‐3.92 ‐2.24 0.60 ‐0.40 ‐5.17

44 ‐0.99 0.50 0.78 ‐4.04 ‐1.01 0.55 1.05 ‐4.73 ‐0.92 0.50 0.93 ‐3.61 ‐2.26 0.59 ‐0.59 ‐5.37

45 ‐1.02 0.47 0.66 ‐3.82 ‐0.95 0.50 0.65 ‐3.79 ‐0.94 0.48 0.61 ‐3.59 ‐2.15 0.59 ‐0.58 ‐5.33

46 0.00 0.00 0.00 0.00 3.76 0.29 4.60 0.00 0.00 0.00 0.00 0.00 3.59 0.47 4.75 1.79

47 ‐0.72 0.32 0.46 ‐2.75 ‐0.74 0.36 0.30 ‐2.91 ‐0.65 0.34 0.50 ‐2.60 ‐1.26 0.47 0.11 ‐3.76

48 ‐0.55 0.24 0.29 ‐2.07 ‐0.58 0.27 0.26 ‐2.88 ‐0.49 0.27 0.35 ‐2.74 ‐0.87 0.36 0.11 ‐3.00

49 ‐1.39 0.89 1.92 ‐5.99 ‐1.57 0.96 2.60 ‐7.61 ‐1.07 0.89 3.53 ‐6.19 ‐2.05 0.62 ‐0.39 ‐5.40

50 ‐1.19 0.74 1.29 ‐5.95 ‐1.40 0.81 1.24 ‐5.67 ‐1.10 0.66 1.18 ‐4.40 ‐2.03 0.55 ‐0.42 ‐5.06

51 ‐1.07 0.59 0.91 ‐4.68 ‐1.02 0.64 1.08 ‐4.44 ‐0.80 0.52 1.21 ‐3.64 ‐1.95 0.50 ‐0.51 ‐4.48

52 ‐1.13 0.51 0.75 ‐4.36 ‐1.02 0.57 0.73 ‐4.10 ‐0.81 0.46 0.83 ‐3.48 ‐2.00 0.51 ‐0.54 ‐4.47

53 ‐0.93 0.47 1.23 ‐3.78 ‐0.95 0.53 0.57 ‐4.24 ‐0.81 0.44 0.75 ‐3.19 ‐2.00 0.51 ‐0.51 ‐4.80

54 ‐0.99 0.42 0.86 ‐3.75 ‐1.01 0.49 0.37 ‐4.09 ‐0.81 0.42 0.48 ‐3.13 ‐1.89 0.52 ‐0.42 ‐4.78

55 ‐0.71 0.34 0.24 ‐2.72 ‐0.80 0.39 0.25 ‐3.55 ‐0.68 0.35 0.39 ‐2.61 ‐1.41 0.43 ‐0.28 ‐3.55

56 ‐0.40 0.22 0.27 ‐1.87 ‐0.51 0.28 0.28 ‐2.70 ‐0.33 0.22 0.48 ‐2.08 ‐0.86 0.32 0.13 ‐3.20

57 ‐1.32 0.82 2.63 ‐6.34 ‐1.35 0.85 2.36 ‐5.90 ‐0.69 0.83 3.91 ‐5.26 ‐1.76 0.54 ‐0.23 ‐5.29

58 ‐1.18 0.73 1.35 ‐5.42 ‐1.10 0.76 1.11 ‐5.25 ‐0.61 0.62 1.46 ‐4.21 ‐1.65 0.46 ‐0.17 ‐5.03

59 ‐1.08 0.63 1.20 ‐5.03 ‐1.02 0.68 1.21 ‐4.81 ‐0.64 0.52 1.40 ‐3.42 ‐1.73 0.46 ‐0.20 ‐4.50

60 ‐1.02 0.54 0.75 ‐4.25 ‐1.02 0.58 0.73 ‐4.21 ‐0.65 0.44 0.95 ‐3.21 ‐1.80 0.46 ‐0.45 ‐4.28

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.26 0.41 1.09 ‐2.57 ‐0.89 0.47 0.44 ‐3.80 ‐0.53 0.35 0.76 ‐2.55 ‐1.69 0.43 ‐0.47 ‐3.97

63 ‐0.77 0.34 0.25 ‐2.76 ‐0.72 0.38 0.36 ‐3.22 ‐0.47 0.30 0.63 ‐2.31 ‐1.37 0.39 ‐0.21 ‐3.26

64 ‐0.45 0.24 0.36 ‐2.15 ‐0.54 0.29 0.25 ‐3.61 ‐0.39 0.24 0.36 ‐2.21 ‐1.08 0.37 0.09 ‐3.88

Table E22 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 210o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐3.35 1.32 ‐0.07 ‐10.74 ‐2.66 1.43 0.45 ‐10.49 ‐2.25 1.13 0.40 ‐9.31 ‐3.51 1.94 ‐0.04 ‐13.75

2 ‐2.96 0.99 ‐0.02 ‐7.71 ‐2.01 0.86 0.40 ‐5.79 ‐2.03 0.85 0.27 ‐5.89 ‐2.07 0.68 ‐0.19 ‐6.14

3 ‐2.35 0.77 0.07 ‐5.93 ‐1.76 0.73 0.49 ‐5.39 ‐1.61 0.68 0.44 ‐4.94 ‐1.88 0.59 ‐0.04 ‐4.76

4 ‐2.06 0.68 0.31 ‐5.82 ‐1.44 0.63 0.49 ‐4.49 ‐1.43 0.59 0.32 ‐4.47 ‐1.62 0.52 0.07 ‐4.37

5 ‐1.94 0.66 0.43 ‐5.61 ‐1.39 0.61 0.39 ‐4.72 ‐1.37 0.57 0.32 ‐4.57 ‐1.51 0.50 0.15 ‐4.52

6 ‐1.77 0.65 0.37 ‐5.75 ‐1.30 0.59 0.46 ‐4.90 ‐1.24 0.56 0.47 ‐4.87 ‐1.31 0.48 0.17 ‐4.52

7 ‐1.46 0.59 0.25 ‐5.81 ‐1.14 0.56 0.45 ‐4.81 ‐1.01 0.53 0.43 ‐4.71 ‐1.06 0.46 0.22 ‐4.50

8 ‐1.13 0.52 0.07 ‐5.16 ‐0.76 0.41 0.37 ‐3.26 ‐0.78 0.45 0.33 ‐4.33 ‐0.71 0.32 0.20 ‐3.35

9 ‐2.47 1.12 0.35 ‐8.69 ‐1.90 1.09 0.86 ‐8.13 ‐1.76 1.02 1.32 ‐8.04 ‐4.38 1.53 ‐0.43 ‐11.17

10 ‐2.05 0.82 0.33 ‐6.47 ‐1.51 0.76 0.76 ‐5.25 ‐1.45 0.71 0.82 ‐4.96 ‐1.95 1.06 ‐0.02 ‐8.58

11 ‐1.53 0.60 0.44 ‐5.03 ‐1.10 0.54 0.95 ‐4.09 ‐1.21 0.53 0.82 ‐4.12 ‐1.22 0.48 0.25 ‐4.72

12 ‐1.48 0.57 0.32 ‐4.41 ‐1.16 0.50 0.47 ‐3.74 ‐1.18 0.48 0.45 ‐3.70 ‐1.24 0.46 0.19 ‐4.40

13 ‐1.51 0.54 0.25 ‐4.12 ‐1.07 0.48 0.65 ‐3.60 ‐1.18 0.46 0.26 ‐3.80 ‐1.19 0.44 0.16 ‐4.33

14 ‐1.22 0.48 0.33 ‐3.55 ‐0.95 0.42 0.55 ‐3.29 ‐1.08 0.41 0.22 ‐3.33 ‐1.10 0.40 0.23 ‐3.49

15 ‐1.07 0.39 0.25 ‐3.24 ‐0.72 0.33 0.46 ‐2.79 ‐0.82 0.34 0.22 ‐3.23 ‐0.83 0.33 0.44 ‐2.89

16 ‐0.65 0.32 0.45 ‐2.90 ‐0.53 0.27 0.38 ‐2.22 ‐0.51 0.26 0.52 ‐2.15 ‐0.59 0.23 0.41 ‐2.19

17 ‐2.00 0.79 0.41 ‐5.91 ‐1.50 0.80 1.34 ‐5.45 ‐1.49 0.75 1.13 ‐5.68 ‐3.54 1.20 ‐0.40 ‐8.86

18 0.00 0.00 0.00 0.00 ‐1.77 0.40 ‐0.02 0.00 0.00 0.00 0.00 0.00 ‐2.69 0.33 ‐1.60 ‐4.22

19 ‐1.51 0.56 0.10 ‐4.43 ‐1.21 0.53 0.53 ‐3.98 ‐1.22 0.50 0.43 ‐3.97 ‐1.50 0.67 ‐0.04 ‐5.91

20 ‐0.95 0.47 0.50 ‐3.31 ‐0.92 0.45 0.61 ‐3.51 ‐1.02 0.44 0.61 ‐3.43 ‐1.17 0.47 0.06 ‐4.60

21 ‐1.12 0.45 0.34 ‐3.59 ‐0.87 0.43 0.55 ‐3.14 ‐0.95 0.43 0.51 ‐3.20 ‐1.02 0.43 0.16 ‐3.94

22 ‐0.90 0.41 0.52 ‐3.07 ‐0.85 0.39 0.43 ‐3.49 ‐0.87 0.39 0.35 ‐3.08 ‐0.98 0.41 0.11 ‐3.81

23 ‐0.99 0.36 0.19 ‐2.91 ‐0.74 0.32 0.36 ‐2.55 ‐0.73 0.32 0.28 ‐2.67 ‐0.83 0.34 0.04 ‐3.00

24 ‐0.56 0.25 0.37 ‐1.89 ‐0.50 0.23 0.40 ‐2.08 ‐0.42 0.22 0.42 ‐1.75 ‐0.53 0.24 0.25 ‐2.14

25 ‐1.59 0.64 0.63 ‐5.80 ‐1.23 0.65 1.60 ‐4.44 ‐1.20 0.62 1.45 ‐4.66 ‐2.94 0.96 ‐0.44 ‐7.73

26 ‐1.52 0.63 0.40 ‐4.78 ‐1.28 0.64 0.96 ‐4.69 ‐1.20 0.63 0.98 ‐5.08 ‐3.23 1.13 ‐0.39 ‐9.28

27 ‐1.52 0.58 0.40 ‐4.77 ‐1.19 0.56 0.55 ‐4.06 ‐1.17 0.53 1.15 ‐3.80 ‐2.18 1.02 0.03 ‐6.50

28 ‐1.19 0.49 0.50 ‐4.04 ‐0.99 0.46 0.33 ‐3.16 ‐1.04 0.44 0.33 ‐3.51 ‐1.34 0.67 0.11 ‐5.73

29 ‐1.02 0.44 0.24 ‐3.46 ‐0.83 0.42 0.38 ‐3.11 ‐0.92 0.42 0.34 ‐3.15 ‐1.02 0.49 0.23 ‐4.48

30 ‐0.79 0.38 0.33 ‐2.68 ‐0.69 0.38 0.53 ‐2.68 ‐0.76 0.39 0.43 ‐2.72 ‐0.83 0.40 0.26 ‐3.55

31 ‐0.53 0.33 0.64 ‐2.40 ‐0.45 0.33 0.88 ‐2.15 ‐0.57 0.34 0.53 ‐2.51 ‐0.66 0.33 0.31 ‐2.78

32 ‐0.46 0.22 0.37 ‐1.59 ‐0.38 0.24 0.63 ‐2.22 ‐0.38 0.23 0.42 ‐2.06 ‐0.51 0.24 0.26 ‐2.38

33 ‐1.27 0.68 2.44 ‐5.44 ‐1.21 0.70 1.96 ‐5.61 ‐1.17 0.65 1.46 ‐4.71 ‐2.53 0.86 ‐0.28 ‐7.23

34 ‐1.57 0.64 0.47 ‐5.05 ‐1.26 0.64 1.13 ‐4.66 ‐1.26 0.63 0.74 ‐4.53 ‐2.85 0.94 ‐0.43 ‐7.77

35 ‐1.47 0.53 0.17 ‐4.27 ‐1.12 0.50 0.87 ‐3.89 ‐1.12 0.51 1.10 ‐4.09 ‐2.17 0.78 ‐0.19 ‐5.37

36 ‐1.08 0.47 0.63 ‐3.62 ‐1.05 0.45 0.41 ‐3.50 ‐0.99 0.44 0.78 ‐3.54 ‐1.78 0.76 ‐0.13 ‐5.18

37 ‐0.94 0.44 0.51 ‐3.40 ‐0.92 0.42 0.36 ‐3.09 ‐0.95 0.42 0.32 ‐3.33 ‐1.26 0.65 0.19 ‐5.09

38 ‐0.86 0.39 0.23 ‐3.12 ‐0.78 0.38 0.38 ‐2.76 ‐0.81 0.40 0.43 ‐3.07 ‐0.93 0.46 0.19 ‐4.34

39 ‐0.70 0.31 0.22 ‐2.49 ‐0.60 0.31 0.42 ‐2.36 ‐0.65 0.33 0.41 ‐2.53 ‐0.74 0.34 0.27 ‐3.38

40 ‐0.40 0.20 0.22 ‐1.61 ‐0.50 0.24 0.31 ‐2.66 ‐0.38 0.23 0.42 ‐2.15 ‐0.45 0.23 0.26 ‐2.44

41 ‐1.27 0.63 1.85 ‐5.54 ‐1.12 0.67 2.48 ‐5.08 ‐1.00 0.60 2.97 ‐4.55 ‐2.18 0.72 ‐0.27 ‐7.16

42 ‐1.30 0.57 0.83 ‐5.15 ‐0.97 0.59 1.01 ‐5.13 ‐0.96 0.55 1.12 ‐4.85 ‐2.31 0.77 ‐0.33 ‐6.59

43 ‐0.91 0.53 1.00 ‐3.69 ‐1.00 0.53 1.48 ‐4.07 ‐0.99 0.52 1.41 ‐4.03 ‐2.45 0.80 ‐0.25 ‐6.85

44 ‐1.08 0.47 0.60 ‐3.70 ‐1.00 0.47 0.57 ‐3.94 ‐0.98 0.45 0.76 ‐3.75 ‐2.07 0.76 ‐0.21 ‐5.42

45 ‐1.10 0.47 0.36 ‐3.98 ‐0.89 0.42 0.44 ‐3.20 ‐0.98 0.43 0.49 ‐3.56 ‐1.63 0.71 ‐0.09 ‐5.19

46 0.00 0.00 0.00 0.00 3.22 0.30 4.16 0.00 0.00 0.00 0.00 0.00 2.59 0.38 3.66 1.40

47 ‐0.55 0.33 0.58 ‐2.61 ‐0.59 0.31 0.48 ‐2.24 ‐0.58 0.32 0.55 ‐2.36 ‐0.72 0.40 0.48 ‐3.12

48 ‐0.45 0.23 0.20 ‐1.63 ‐0.47 0.24 0.35 ‐2.44 ‐0.42 0.24 0.46 ‐2.64 ‐0.52 0.26 0.24 ‐2.88

49 ‐1.27 0.73 2.19 ‐5.47 ‐1.16 0.74 2.94 ‐5.61 ‐1.06 0.68 2.97 ‐5.78 ‐1.98 0.66 0.12 ‐5.28

50 ‐1.16 0.64 1.07 ‐5.22 ‐1.17 0.65 0.89 ‐5.30 ‐1.06 0.61 1.05 ‐4.90 ‐2.15 0.68 ‐0.16 ‐5.88

51 ‐1.07 0.50 1.10 ‐3.72 ‐0.89 0.52 0.85 ‐3.88 ‐0.87 0.48 1.04 ‐3.67 ‐2.13 0.65 ‐0.25 ‐5.56

52 ‐1.15 0.44 0.61 ‐3.41 ‐0.93 0.46 0.65 ‐3.63 ‐0.88 0.43 0.74 ‐3.68 ‐2.04 0.65 ‐0.15 ‐5.19

53 ‐0.92 0.41 0.66 ‐3.13 ‐0.84 0.42 0.57 ‐3.73 ‐0.86 0.41 0.60 ‐3.17 ‐1.74 0.66 ‐0.08 ‐5.01

54 ‐0.98 0.38 0.27 ‐3.03 ‐0.90 0.39 0.58 ‐3.33 ‐0.81 0.38 0.49 ‐3.40 ‐1.41 0.61 ‐0.04 ‐4.41

55 ‐0.65 0.31 0.42 ‐2.36 ‐0.68 0.31 0.35 ‐2.57 ‐0.62 0.31 0.38 ‐2.76 ‐0.98 0.42 0.08 ‐3.45

56 ‐0.28 0.18 0.34 ‐1.96 ‐0.40 0.23 0.42 ‐2.60 ‐0.30 0.21 0.40 ‐2.14 ‐0.55 0.26 0.27 ‐2.40

57 ‐1.11 0.64 2.77 ‐5.18 ‐0.99 0.69 2.35 ‐5.37 ‐0.75 0.61 3.05 ‐4.40 ‐1.68 0.56 0.27 ‐4.42

58 ‐0.97 0.58 1.32 ‐5.06 ‐0.81 0.59 1.11 ‐4.36 ‐0.67 0.54 1.36 ‐3.92 ‐1.67 0.53 0.24 ‐4.76

59 ‐0.94 0.51 0.95 ‐4.18 ‐0.81 0.53 0.97 ‐3.95 ‐0.72 0.49 1.19 ‐4.18 ‐1.87 0.58 0.11 ‐4.92

60 ‐0.92 0.44 0.81 ‐3.21 ‐0.87 0.46 0.58 ‐3.61 ‐0.73 0.43 0.84 ‐3.49 ‐1.91 0.57 ‐0.24 ‐4.67

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 ‐0.01 0.34 1.49 ‐2.08 ‐0.76 0.37 0.49 ‐3.02 ‐0.58 0.33 0.69 ‐2.89 ‐1.42 0.53 0.01 ‐4.04

63 ‐0.66 0.29 0.38 ‐2.45 ‐0.58 0.30 0.40 ‐2.42 ‐0.51 0.28 0.48 ‐2.33 ‐1.02 0.44 0.20 ‐3.13

64 ‐0.37 0.22 0.37 ‐2.09 ‐0.45 0.25 0.27 ‐2.67 ‐0.40 0.24 0.29 ‐2.61 ‐0.72 0.32 0.09 ‐3.36

Table E23 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 220o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐3.60 1.31 ‐0.75 ‐12.37 ‐2.92 1.44 ‐0.14 ‐11.89 ‐2.48 1.16 0.05 ‐9.21 ‐2.37 1.44 0.01 ‐14.04

2 ‐3.40 0.89 ‐0.92 ‐7.49 ‐2.43 0.80 ‐0.17 ‐6.22 ‐2.48 0.88 ‐0.12 ‐6.91 ‐2.02 0.67 ‐0.17 ‐6.15

3 ‐2.69 0.67 ‐0.45 ‐6.45 ‐2.15 0.67 0.01 ‐5.67 ‐1.97 0.67 0.13 ‐5.10 ‐1.88 0.61 0.10 ‐5.41

4 ‐2.33 0.60 ‐0.41 ‐5.59 ‐1.77 0.59 0.07 ‐5.73 ‐1.72 0.59 0.11 ‐4.78 ‐1.59 0.53 0.15 ‐4.54

5 ‐2.20 0.60 ‐0.41 ‐5.99 ‐1.69 0.57 0.14 ‐4.90 ‐1.63 0.58 0.10 ‐4.69 ‐1.50 0.52 0.24 ‐4.54

6 ‐2.05 0.63 ‐0.19 ‐6.34 ‐1.60 0.54 ‐0.07 ‐5.71 ‐1.52 0.57 0.08 ‐5.69 ‐1.36 0.51 0.29 ‐4.11

7 ‐1.71 0.60 ‐0.09 ‐6.75 ‐1.46 0.55 0.11 ‐5.79 ‐1.32 0.56 0.17 ‐5.13 ‐1.17 0.49 0.26 ‐4.21

8 ‐1.27 0.49 ‐0.03 ‐5.23 ‐0.98 0.40 0.18 ‐3.50 ‐1.00 0.47 0.13 ‐4.39 ‐0.74 0.34 0.21 ‐2.89

9 ‐3.50 1.32 ‐0.50 ‐9.79 ‐2.81 1.30 0.22 ‐8.84 ‐2.67 1.31 0.09 ‐8.68 ‐3.74 1.38 0.00 ‐11.07

10 ‐2.01 0.85 0.38 ‐6.99 ‐1.57 0.77 0.36 ‐6.37 ‐1.51 0.74 0.55 ‐5.47 ‐1.24 0.72 0.58 ‐7.05

11 ‐1.54 0.58 0.23 ‐4.75 ‐1.16 0.53 0.69 ‐4.36 ‐1.28 0.55 0.64 ‐4.50 ‐0.96 0.40 0.46 ‐4.36

12 ‐1.62 0.56 0.18 ‐4.23 ‐1.31 0.50 0.20 ‐4.12 ‐1.30 0.50 0.36 ‐3.90 ‐1.04 0.41 0.28 ‐3.81

13 ‐1.67 0.52 0.13 ‐4.45 ‐1.23 0.46 0.44 ‐3.89 ‐1.31 0.47 0.37 ‐4.15 ‐1.01 0.39 0.20 ‐3.57

14 ‐1.35 0.48 0.31 ‐3.94 ‐1.08 0.41 0.45 ‐3.17 ‐1.20 0.42 0.23 ‐3.49 ‐0.93 0.36 0.30 ‐3.29

15 ‐1.16 0.41 0.19 ‐3.45 ‐0.82 0.34 0.53 ‐2.78 ‐0.93 0.36 0.39 ‐2.94 ‐0.68 0.31 0.59 ‐2.80

16 ‐0.70 0.33 0.39 ‐2.66 ‐0.65 0.27 0.36 ‐2.11 ‐0.63 0.28 0.35 ‐2.19 ‐0.54 0.22 0.30 ‐2.00

17 ‐2.45 0.81 ‐0.31 ‐6.42 ‐1.99 0.88 0.19 ‐5.81 ‐1.96 0.84 0.10 ‐5.72 ‐3.00 1.07 ‐0.16 ‐8.62

18 0.00 0.00 0.00 0.00 ‐2.06 0.37 ‐0.81 0.00 0.00 0.00 0.00 0.00 ‐1.58 0.31 ‐0.70 ‐3.18

19 ‐1.31 0.56 0.13 ‐4.20 ‐1.18 0.51 0.25 ‐4.05 ‐1.16 0.51 0.32 ‐3.97 ‐1.08 0.43 0.05 ‐4.66

20 ‐0.77 0.44 0.53 ‐3.68 ‐0.87 0.44 0.35 ‐3.43 ‐0.93 0.44 0.45 ‐3.67 ‐0.89 0.36 0.17 ‐3.97

21 ‐1.05 0.42 0.34 ‐3.48 ‐0.84 0.43 0.60 ‐3.65 ‐0.88 0.42 0.60 ‐3.86 ‐0.80 0.35 0.20 ‐3.98

22 ‐0.91 0.40 0.39 ‐3.06 ‐0.89 0.38 0.31 ‐3.14 ‐0.87 0.37 0.33 ‐3.11 ‐0.82 0.34 0.14 ‐3.31

23 ‐1.06 0.35 0.03 ‐2.92 ‐0.81 0.32 0.24 ‐2.55 ‐0.79 0.32 0.20 ‐2.80 ‐0.73 0.28 0.04 ‐2.48

24 ‐0.58 0.25 0.28 ‐2.04 ‐0.53 0.21 0.25 ‐1.96 ‐0.43 0.22 0.34 ‐1.79 ‐0.44 0.20 0.19 ‐1.78

25 ‐1.83 0.62 0.30 ‐5.28 ‐1.51 0.67 0.85 ‐4.77 ‐1.50 0.65 0.39 ‐4.90 ‐2.58 0.89 ‐0.33 ‐7.10

26 ‐1.95 0.73 0.17 ‐5.75 ‐1.70 0.75 0.58 ‐5.77 ‐1.61 0.75 0.40 ‐5.26 ‐2.55 1.12 0.04 ‐7.98

27 ‐1.54 0.64 0.22 ‐4.69 ‐1.26 0.61 0.41 ‐4.34 ‐1.20 0.58 0.38 ‐4.26 ‐1.33 0.81 0.31 ‐6.27

28 ‐0.97 0.49 0.23 ‐3.64 ‐0.88 0.45 0.36 ‐3.38 ‐0.90 0.44 0.37 ‐3.35 ‐0.86 0.42 0.16 ‐4.37

29 ‐0.80 0.38 0.23 ‐3.22 ‐0.67 0.40 0.57 ‐2.97 ‐0.73 0.40 0.50 ‐2.93 ‐0.71 0.33 0.27 ‐3.79

30 ‐0.63 0.32 0.33 ‐2.65 ‐0.54 0.35 0.54 ‐2.90 ‐0.58 0.34 0.54 ‐2.55 ‐0.59 0.31 0.50 ‐3.29

31 ‐0.43 0.30 0.67 ‐2.15 ‐0.32 0.30 0.86 ‐2.21 ‐0.40 0.30 0.74 ‐2.17 ‐0.47 0.28 0.61 ‐2.42

32 ‐0.47 0.21 0.37 ‐1.69 ‐0.34 0.21 0.47 ‐1.81 ‐0.33 0.20 0.52 ‐1.81 ‐0.42 0.19 0.24 ‐1.88

33 ‐1.26 0.57 0.69 ‐4.07 ‐1.25 0.61 0.89 ‐4.87 ‐1.24 0.60 0.89 ‐4.85 ‐2.16 0.79 ‐0.10 ‐6.96

34 ‐1.82 0.64 0.01 ‐5.14 ‐1.53 0.68 0.32 ‐4.93 ‐1.55 0.68 0.34 ‐4.42 ‐2.56 0.92 ‐0.32 ‐7.51

35 ‐1.59 0.55 0.02 ‐4.17 ‐1.25 0.53 0.21 ‐3.90 ‐1.25 0.54 0.15 ‐3.85 ‐1.47 0.75 0.01 ‐5.24

36 ‐0.96 0.50 0.31 ‐3.57 ‐1.02 0.47 0.23 ‐3.53 ‐0.92 0.46 0.45 ‐3.15 ‐1.13 0.57 0.11 ‐5.12

37 ‐0.69 0.43 0.27 ‐3.12 ‐0.75 0.43 0.50 ‐3.01 ‐0.77 0.41 0.39 ‐2.99 ‐0.77 0.41 0.20 ‐4.06

38 ‐0.63 0.32 0.30 ‐2.64 ‐0.61 0.36 0.42 ‐2.76 ‐0.60 0.35 0.43 ‐2.58 ‐0.64 0.31 0.24 ‐3.43

39 ‐0.61 0.25 0.16 ‐2.22 ‐0.51 0.28 0.41 ‐2.18 ‐0.54 0.27 0.34 ‐2.13 ‐0.57 0.25 0.20 ‐3.29

40 ‐0.38 0.16 0.20 ‐1.48 ‐0.43 0.19 0.30 ‐1.88 ‐0.31 0.18 0.49 ‐1.56 ‐0.35 0.18 0.34 ‐1.92

41 ‐1.25 0.51 1.00 ‐4.52 ‐1.09 0.54 1.48 ‐4.31 ‐1.02 0.51 1.59 ‐4.01 ‐1.94 0.70 0.01 ‐6.17

42 ‐1.45 0.51 0.50 ‐4.33 ‐1.10 0.54 0.76 ‐4.17 ‐1.12 0.53 0.63 ‐4.02 ‐2.17 0.79 ‐0.10 ‐6.46

43 ‐1.12 0.56 0.65 ‐4.26 ‐1.21 0.56 0.51 ‐4.15 ‐1.22 0.56 0.32 ‐4.20 ‐1.97 0.82 ‐0.05 ‐6.08

44 ‐1.12 0.50 0.17 ‐3.75 ‐1.08 0.49 0.24 ‐3.66 ‐1.01 0.47 0.21 ‐3.34 ‐1.37 0.69 ‐0.04 ‐5.10

45 ‐1.01 0.49 0.09 ‐3.83 ‐0.82 0.42 0.28 ‐3.19 ‐0.91 0.44 0.18 ‐3.28 ‐0.99 0.53 0.09 ‐4.51

46 0.00 0.00 0.00 0.00 2.04 0.34 2.94 0.00 0.00 0.00 0.00 0.00 3.20 0.28 3.93 2.08

47 ‐0.33 0.29 0.73 ‐2.01 ‐0.40 0.30 0.70 ‐2.52 ‐0.37 0.30 0.77 ‐1.96 ‐0.44 0.28 0.53 ‐2.36

48 ‐0.35 0.18 0.22 ‐1.48 ‐0.36 0.20 0.37 ‐1.61 ‐0.30 0.20 0.39 ‐2.04 ‐0.37 0.20 0.34 ‐1.80

49 ‐1.14 0.56 0.97 ‐4.59 ‐1.02 0.58 1.06 ‐4.31 ‐0.92 0.52 1.17 ‐4.09 ‐1.78 0.64 ‐0.06 ‐5.10

50 ‐1.16 0.53 0.65 ‐4.87 ‐1.18 0.55 0.79 ‐4.28 ‐1.07 0.52 0.65 ‐4.02 ‐2.07 0.72 ‐0.21 ‐6.15

51 ‐1.20 0.46 0.38 ‐3.91 ‐1.02 0.49 0.73 ‐3.78 ‐1.01 0.44 0.32 ‐3.24 ‐1.88 0.67 ‐0.24 ‐5.17

52 ‐1.25 0.43 ‐0.01 ‐3.51 ‐1.03 0.45 0.47 ‐3.39 ‐0.95 0.41 0.21 ‐3.00 ‐1.51 0.65 ‐0.16 ‐4.92

53 ‐0.86 0.43 0.26 ‐3.38 ‐0.81 0.41 0.32 ‐3.10 ‐0.80 0.41 0.32 ‐2.99 ‐1.09 0.58 0.07 ‐4.32

54 ‐0.83 0.38 0.09 ‐2.99 ‐0.79 0.37 0.16 ‐2.63 ‐0.68 0.37 0.37 ‐2.83 ‐0.86 0.44 0.11 ‐4.14

55 ‐0.49 0.27 0.22 ‐2.10 ‐0.58 0.27 0.23 ‐2.16 ‐0.50 0.27 0.36 ‐1.92 ‐0.66 0.28 0.16 ‐2.84

56 ‐0.18 0.14 0.29 ‐1.21 ‐0.29 0.18 0.41 ‐1.97 ‐0.22 0.17 0.47 ‐1.70 ‐0.38 0.18 0.20 ‐1.88

57 ‐1.04 0.49 1.05 ‐3.94 ‐0.86 0.50 1.53 ‐4.59 ‐0.74 0.45 1.45 ‐4.03 ‐1.48 0.53 0.08 ‐4.30

58 ‐0.98 0.46 1.12 ‐3.72 ‐0.75 0.46 0.85 ‐3.47 ‐0.76 0.42 0.76 ‐3.95 ‐1.55 0.57 0.02 ‐5.09

59 ‐1.04 0.44 1.03 ‐3.54 ‐0.84 0.45 0.89 ‐3.45 ‐0.88 0.42 0.81 ‐3.09 ‐1.73 0.61 ‐0.01 ‐4.87

60 ‐1.03 0.42 0.39 ‐3.35 ‐0.92 0.43 0.52 ‐3.20 ‐0.87 0.39 0.34 ‐3.23 ‐1.52 0.60 ‐0.10 ‐4.62

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.15 0.35 1.10 ‐1.76 ‐0.69 0.33 0.24 ‐2.50 ‐0.52 0.33 0.49 ‐2.33 ‐0.87 0.46 0.18 ‐3.74

63 ‐0.55 0.30 0.49 ‐2.16 ‐0.46 0.28 0.50 ‐1.95 ‐0.42 0.28 0.59 ‐1.83 ‐0.60 0.33 0.30 ‐2.84

64 ‐0.24 0.19 0.29 ‐1.56 ‐0.34 0.20 0.23 ‐2.06 ‐0.29 0.20 0.32 ‐2.22 ‐0.46 0.22 0.14 ‐2.10

Table E24 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 230o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐2.93 1.25 ‐0.66 ‐11.30 ‐2.22 1.23 ‐0.09 ‐10.86 ‐2.03 1.01 0.04 ‐9.27 ‐1.50 0.91 0.11 ‐10.75

2 ‐3.33 0.90 ‐0.86 ‐7.99 ‐2.45 0.79 ‐0.13 ‐6.63 ‐2.58 0.86 ‐0.09 ‐6.89 ‐1.84 0.69 0.17 ‐5.44

3 ‐2.61 0.67 ‐0.37 ‐6.30 ‐2.25 0.68 0.00 ‐5.96 ‐2.07 0.65 0.21 ‐5.04 ‐1.80 0.65 0.43 ‐5.14

4 ‐2.25 0.59 ‐0.11 ‐5.76 ‐1.86 0.59 0.09 ‐5.01 ‐1.81 0.58 0.21 ‐4.69 ‐1.51 0.55 0.36 ‐4.22

5 ‐2.16 0.59 ‐0.29 ‐6.03 ‐1.79 0.58 0.30 ‐5.44 ‐1.70 0.58 0.12 ‐5.13 ‐1.43 0.54 0.40 ‐4.33

6 ‐2.08 0.64 ‐0.23 ‐5.95 ‐1.75 0.56 0.09 ‐4.85 ‐1.65 0.58 0.15 ‐6.09 ‐1.34 0.51 0.22 ‐4.27

7 ‐1.73 0.63 ‐0.01 ‐5.85 ‐1.64 0.55 0.03 ‐5.07 ‐1.51 0.57 0.11 ‐5.26 ‐1.20 0.48 0.12 ‐4.36

8 ‐1.24 0.50 0.25 ‐4.52 ‐0.98 0.43 0.19 ‐4.61 ‐1.05 0.44 0.14 ‐4.73 ‐0.66 0.33 0.12 ‐2.83

9 ‐3.92 1.34 ‐0.30 ‐9.80 ‐3.19 1.33 ‐0.11 ‐9.29 ‐2.96 1.30 0.20 ‐9.48 ‐2.72 1.28 0.25 ‐9.56

10 ‐1.40 0.70 0.50 ‐6.36 ‐1.14 0.63 0.53 ‐5.77 ‐1.08 0.63 0.68 ‐6.54 ‐0.74 0.49 0.90 ‐4.69

11 ‐1.28 0.57 0.41 ‐5.23 ‐1.00 0.48 0.39 ‐3.91 ‐1.05 0.53 0.82 ‐4.66 ‐0.72 0.37 0.54 ‐3.19

12 ‐1.44 0.56 0.15 ‐4.43 ‐1.23 0.47 0.04 ‐3.84 ‐1.16 0.49 0.34 ‐4.17 ‐0.84 0.38 0.16 ‐3.07

13 ‐1.51 0.53 0.10 ‐4.63 ‐1.13 0.44 0.17 ‐3.73 ‐1.17 0.46 0.18 ‐4.03 ‐0.81 0.37 0.23 ‐3.14

14 ‐1.17 0.52 0.36 ‐3.85 ‐0.99 0.41 0.28 ‐3.04 ‐1.07 0.42 0.23 ‐3.30 ‐0.72 0.35 0.21 ‐2.90

15 ‐1.02 0.45 0.43 ‐3.70 ‐0.76 0.38 0.63 ‐2.85 ‐0.81 0.38 0.73 ‐2.85 ‐0.50 0.31 0.68 ‐2.12

16 ‐0.61 0.33 0.42 ‐2.50 ‐0.63 0.29 0.30 ‐2.35 ‐0.58 0.29 0.51 ‐2.40 ‐0.46 0.22 0.27 ‐1.88

17 ‐2.61 0.81 ‐0.32 ‐6.21 ‐2.22 0.85 ‐0.04 ‐6.24 ‐2.07 0.81 0.14 ‐5.91 ‐2.21 0.93 0.07 ‐7.38

18 0.00 0.00 0.00 0.00 ‐1.58 0.30 ‐0.68 0.00 0.00 0.00 0.00 0.00 ‐1.00 0.31 ‐0.11 ‐2.45

19 ‐0.93 0.42 0.22 ‐4.00 ‐0.94 0.39 0.18 ‐4.39 ‐0.87 0.40 0.23 ‐3.88 ‐0.83 0.31 0.05 ‐3.35

20 ‐0.55 0.37 0.52 ‐2.87 ‐0.73 0.36 0.31 ‐3.02 ‐0.73 0.36 0.43 ‐3.20 ‐0.70 0.30 0.26 ‐2.80

21 ‐0.96 0.38 0.29 ‐3.09 ‐0.73 0.35 0.29 ‐3.05 ‐0.72 0.36 0.53 ‐3.11 ‐0.61 0.28 0.23 ‐2.69

22 ‐0.83 0.37 0.16 ‐3.16 ‐0.84 0.33 0.20 ‐2.87 ‐0.75 0.33 0.18 ‐2.86 ‐0.67 0.28 0.16 ‐2.83

23 ‐1.04 0.33 0.03 ‐2.78 ‐0.80 0.29 0.05 ‐2.68 ‐0.73 0.29 0.10 ‐2.36 ‐0.63 0.25 0.07 ‐2.48

24 ‐0.54 0.23 0.18 ‐1.86 ‐0.51 0.20 0.17 ‐1.87 ‐0.37 0.21 0.31 ‐1.57 ‐0.35 0.17 0.20 ‐1.52

25 ‐2.01 0.64 ‐0.32 ‐5.02 ‐1.75 0.69 0.05 ‐4.96 ‐1.61 0.62 0.04 ‐4.72 ‐2.03 0.80 ‐0.11 ‐6.43

26 ‐1.86 0.90 0.30 ‐5.97 ‐1.66 0.85 0.54 ‐5.82 ‐1.45 0.79 0.44 ‐5.24 ‐1.53 0.97 0.44 ‐6.55

27 ‐1.02 0.57 0.25 ‐4.44 ‐0.88 0.51 0.59 ‐4.22 ‐0.81 0.49 0.50 ‐4.20 ‐0.76 0.45 0.28 ‐4.57

28 ‐0.67 0.33 0.22 ‐2.91 ‐0.63 0.33 0.39 ‐2.90 ‐0.62 0.33 0.28 ‐3.13 ‐0.61 0.27 0.20 ‐2.96

29 ‐0.66 0.27 0.25 ‐2.42 ‐0.50 0.29 0.38 ‐2.31 ‐0.52 0.29 0.40 ‐2.50 ‐0.51 0.25 0.32 ‐2.30

30 ‐0.57 0.26 0.39 ‐1.92 ‐0.43 0.27 0.47 ‐2.27 ‐0.44 0.27 0.47 ‐2.20 ‐0.42 0.24 0.40 ‐1.93

31 ‐0.38 0.28 0.78 ‐2.08 ‐0.23 0.26 1.03 ‐2.13 ‐0.27 0.27 1.00 ‐1.95 ‐0.32 0.24 0.60 ‐2.22

32 ‐0.48 0.20 0.40 ‐1.68 ‐0.33 0.18 0.44 ‐1.49 ‐0.30 0.18 0.39 ‐1.40 ‐0.34 0.16 0.31 ‐1.84

33 ‐1.23 0.55 0.13 ‐3.82 ‐1.28 0.55 0.06 ‐4.29 ‐1.25 0.55 0.10 ‐4.02 ‐1.66 0.67 ‐0.07 ‐5.22

34 ‐1.88 0.76 ‐0.12 ‐5.42 ‐1.65 0.76 ‐0.03 ‐5.23 ‐1.56 0.71 0.12 ‐5.18 ‐1.86 0.89 ‐0.09 ‐6.22

35 ‐1.23 0.58 ‐0.09 ‐4.13 ‐0.96 0.51 0.21 ‐3.90 ‐0.94 0.49 0.19 ‐3.88 ‐0.84 0.50 0.10 ‐4.19

36 ‐0.57 0.39 0.36 ‐3.23 ‐0.75 0.36 0.25 ‐3.17 ‐0.59 0.36 0.39 ‐3.16 ‐0.73 0.33 0.10 ‐3.37

37 ‐0.43 0.28 0.39 ‐2.43 ‐0.51 0.29 0.43 ‐2.52 ‐0.50 0.29 0.32 ‐2.63 ‐0.52 0.24 0.20 ‐2.22

38 ‐0.54 0.23 0.22 ‐2.04 ‐0.47 0.25 0.31 ‐2.05 ‐0.44 0.25 0.38 ‐2.59 ‐0.47 0.22 0.25 ‐2.12

39 ‐0.63 0.21 0.10 ‐1.84 ‐0.47 0.21 0.23 ‐2.07 ‐0.49 0.22 0.33 ‐2.28 ‐0.46 0.19 0.16 ‐2.02

40 ‐0.40 0.14 0.08 ‐1.19 ‐0.41 0.14 0.16 ‐1.51 ‐0.28 0.14 0.28 ‐1.29 ‐0.27 0.14 0.25 ‐1.59

41 ‐1.26 0.46 0.11 ‐3.70 ‐1.14 0.49 0.11 ‐3.71 ‐1.04 0.46 0.38 ‐3.91 ‐1.55 0.60 ‐0.09 ‐5.22

42 ‐1.59 0.57 0.08 ‐4.59 ‐1.26 0.59 0.51 ‐4.35 ‐1.19 0.55 0.40 ‐4.29 ‐1.69 0.73 0.10 ‐5.42

43 ‐0.94 0.67 0.65 ‐4.39 ‐1.12 0.57 0.19 ‐3.92 ‐1.04 0.57 0.22 ‐4.43 ‐1.22 0.67 ‐0.03 ‐5.05

44 ‐0.72 0.48 0.29 ‐3.37 ‐0.80 0.42 0.22 ‐3.38 ‐0.68 0.41 0.30 ‐3.47 ‐0.79 0.41 0.01 ‐4.07

45 ‐0.67 0.35 0.14 ‐3.26 ‐0.54 0.32 0.38 ‐2.67 ‐0.60 0.33 0.21 ‐3.00 ‐0.61 0.28 0.12 ‐2.90

46 0.00 0.00 0.00 0.00 0.79 0.32 1.65 0.00 0.00 0.00 0.00 0.00 2.47 0.37 3.37 1.16

47 ‐0.20 0.23 1.09 ‐1.61 ‐0.25 0.24 0.78 ‐1.78 ‐0.19 0.25 0.91 ‐1.92 ‐0.28 0.21 0.65 ‐1.55

48 ‐0.34 0.16 0.28 ‐1.19 ‐0.30 0.16 0.28 ‐1.55 ‐0.23 0.16 0.40 ‐1.32 ‐0.28 0.15 0.26 ‐1.30

49 ‐1.04 0.47 0.35 ‐3.64 ‐0.98 0.49 0.54 ‐3.88 ‐0.83 0.43 0.39 ‐3.47 ‐1.44 0.56 ‐0.07 ‐4.63

50 ‐1.22 0.55 0.13 ‐4.19 ‐1.31 0.56 0.14 ‐4.58 ‐1.09 0.51 0.21 ‐3.91 ‐1.74 0.68 ‐0.25 ‐5.21

51 ‐1.15 0.53 0.02 ‐3.73 ‐1.04 0.50 0.08 ‐3.62 ‐0.87 0.45 0.43 ‐3.12 ‐1.28 0.60 ‐0.08 ‐4.50

52 ‐1.04 0.45 ‐0.09 ‐3.65 ‐0.88 0.42 0.10 ‐3.21 ‐0.69 0.39 0.27 ‐3.01 ‐0.89 0.45 ‐0.02 ‐3.95

53 ‐0.52 0.37 0.30 ‐2.69 ‐0.54 0.34 0.29 ‐2.70 ‐0.48 0.35 0.37 ‐2.66 ‐0.60 0.33 0.12 ‐3.09

54 ‐0.59 0.26 0.10 ‐2.23 ‐0.58 0.27 0.21 ‐2.39 ‐0.43 0.28 0.42 ‐2.20 ‐0.54 0.24 0.16 ‐2.57

55 ‐0.41 0.19 0.17 ‐1.66 ‐0.49 0.20 0.19 ‐1.88 ‐0.38 0.20 0.32 ‐1.64 ‐0.50 0.18 0.08 ‐1.97

56 ‐0.16 0.10 0.21 ‐0.92 ‐0.24 0.13 0.23 ‐1.39 ‐0.16 0.12 0.40 ‐1.13 ‐0.29 0.13 0.14 ‐1.41

57 ‐1.05 0.41 0.65 ‐3.31 ‐0.86 0.41 0.41 ‐3.50 ‐0.73 0.37 0.47 ‐3.31 ‐1.17 0.46 ‐0.03 ‐3.70

58 ‐1.10 0.44 0.37 ‐3.57 ‐0.84 0.45 0.59 ‐3.72 ‐0.84 0.40 0.43 ‐3.24 ‐1.28 0.53 0.08 ‐4.43

59 ‐1.14 0.49 0.13 ‐3.66 ‐0.91 0.47 0.37 ‐3.23 ‐0.89 0.42 0.23 ‐3.42 ‐1.22 0.57 0.03 ‐4.31

60 ‐0.92 0.47 0.16 ‐3.44 ‐0.82 0.42 0.13 ‐3.19 ‐0.70 0.39 0.39 ‐2.87 ‐0.89 0.49 0.09 ‐3.62

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.51 0.29 1.23 ‐1.22 ‐0.47 0.27 0.28 ‐2.33 ‐0.26 0.28 0.61 ‐2.03 ‐0.47 0.26 0.24 ‐2.51

63 ‐0.36 0.23 0.48 ‐1.56 ‐0.27 0.24 0.59 ‐1.77 ‐0.22 0.24 0.73 ‐1.72 ‐0.33 0.20 0.40 ‐1.92

64 ‐0.15 0.14 0.28 ‐0.97 ‐0.25 0.15 0.34 ‐1.38 ‐0.20 0.15 0.31 ‐1.31 ‐0.31 0.15 0.19 ‐1.78

Table E25 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 240o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.94 0.91 ‐0.23 ‐8.83 ‐1.31 0.77 0.56 ‐9.35 ‐1.33 0.72 0.33 ‐7.66 ‐0.90 0.54 0.45 ‐6.63

2 ‐2.89 0.92 ‐0.22 ‐7.22 ‐2.02 0.81 0.66 ‐5.62 ‐2.36 0.90 0.56 ‐7.12 ‐1.50 0.70 0.92 ‐5.57

3 ‐2.23 0.68 0.12 ‐5.44 ‐1.97 0.74 1.22 ‐5.41 ‐1.92 0.68 0.38 ‐5.77 ‐1.48 0.70 1.04 ‐5.12

4 ‐1.92 0.60 0.03 ‐4.90 ‐1.61 0.65 1.43 ‐4.85 ‐1.66 0.60 0.41 ‐4.68 ‐1.26 0.61 1.03 ‐5.09

5 ‐1.87 0.60 0.16 ‐5.79 ‐1.56 0.65 1.14 ‐5.22 ‐1.59 0.60 0.52 ‐4.61 ‐1.21 0.59 1.05 ‐4.99

6 ‐1.84 0.66 0.26 ‐5.60 ‐1.55 0.64 0.81 ‐5.27 ‐1.58 0.61 0.32 ‐4.82 ‐1.15 0.57 0.86 ‐4.21

7 ‐1.49 0.69 0.64 ‐5.60 ‐1.44 0.61 0.35 ‐4.70 ‐1.52 0.58 0.16 ‐4.83 ‐1.05 0.52 0.70 ‐4.34

8 ‐0.92 0.52 0.50 ‐4.16 ‐0.68 0.43 0.21 ‐3.56 ‐0.88 0.46 0.22 ‐5.15 ‐0.49 0.30 0.20 ‐2.61

9 ‐2.71 1.40 0.19 ‐9.55 ‐2.15 1.29 0.61 ‐8.19 ‐1.98 1.23 0.46 ‐8.08 ‐1.47 1.07 0.75 ‐7.65

10 ‐0.76 0.55 1.21 ‐4.42 ‐0.57 0.48 1.04 ‐3.96 ‐0.54 0.51 1.24 ‐3.99 ‐0.30 0.40 1.22 ‐3.29

11 ‐0.78 0.53 0.88 ‐3.53 ‐0.60 0.41 0.70 ‐3.62 ‐0.62 0.50 1.12 ‐3.55 ‐0.44 0.33 0.59 ‐2.74

12 ‐0.96 0.53 0.35 ‐3.78 ‐0.86 0.42 0.18 ‐3.46 ‐0.78 0.46 0.42 ‐3.34 ‐0.58 0.33 0.29 ‐2.70

13 ‐1.06 0.51 0.34 ‐3.80 ‐0.76 0.41 0.28 ‐2.89 ‐0.80 0.44 0.44 ‐3.17 ‐0.55 0.32 0.34 ‐2.53

14 ‐0.72 0.51 0.50 ‐3.13 ‐0.65 0.39 0.42 ‐2.69 ‐0.71 0.42 0.36 ‐2.83 ‐0.48 0.31 0.36 ‐2.35

15 ‐0.65 0.44 0.65 ‐2.74 ‐0.46 0.36 0.82 ‐2.46 ‐0.50 0.39 0.71 ‐2.69 ‐0.29 0.31 1.03 ‐2.01

16 ‐0.37 0.31 0.46 ‐2.46 ‐0.45 0.26 0.31 ‐2.10 ‐0.39 0.27 0.36 ‐2.27 ‐0.34 0.21 0.30 ‐1.69

17 ‐1.93 0.83 0.13 ‐6.61 ‐1.64 0.82 0.56 ‐5.80 ‐1.47 0.76 0.45 ‐5.18 ‐1.33 0.75 0.45 ‐5.62

18 0.00 0.00 0.00 0.00 ‐1.17 0.29 ‐0.30 0.00 0.00 0.00 0.00 0.00 ‐0.41 0.30 0.42 ‐1.74

19 ‐0.60 0.32 0.37 ‐2.96 ‐0.63 0.30 0.18 ‐2.93 ‐0.58 0.29 0.27 ‐2.77 ‐0.60 0.26 0.16 ‐2.29

20 ‐0.25 0.31 0.61 ‐2.26 ‐0.48 0.28 0.28 ‐2.61 ‐0.46 0.29 0.37 ‐2.34 ‐0.52 0.24 0.18 ‐2.21

21 ‐0.73 0.32 0.17 ‐2.79 ‐0.51 0.28 0.29 ‐2.46 ‐0.48 0.29 0.35 ‐2.25 ‐0.46 0.23 0.20 ‐2.00

22 ‐0.59 0.32 0.20 ‐2.42 ‐0.65 0.28 0.13 ‐2.38 ‐0.52 0.29 0.28 ‐2.71 ‐0.53 0.24 0.14 ‐2.25

23 ‐0.87 0.29 ‐0.05 ‐2.57 ‐0.67 0.26 0.05 ‐2.29 ‐0.57 0.26 0.15 ‐2.07 ‐0.52 0.22 0.08 ‐2.18

24 ‐0.39 0.19 0.12 ‐1.66 ‐0.41 0.17 0.10 ‐1.42 ‐0.25 0.18 0.28 ‐1.49 ‐0.28 0.14 0.17 ‐1.26

25 ‐1.56 0.62 0.03 ‐4.59 ‐1.42 0.64 0.27 ‐4.91 ‐1.20 0.56 0.39 ‐4.05 ‐1.30 0.67 0.33 ‐5.31

26 ‐1.00 0.77 0.55 ‐5.20 ‐0.90 0.68 0.83 ‐4.77 ‐0.75 0.61 0.67 ‐4.45 ‐0.67 0.57 0.76 ‐4.83

27 ‐0.61 0.33 0.18 ‐3.23 ‐0.49 0.30 0.41 ‐2.95 ‐0.46 0.29 0.49 ‐3.09 ‐0.45 0.25 0.41 ‐2.42

28 ‐0.42 0.25 0.31 ‐2.06 ‐0.40 0.24 0.40 ‐2.31 ‐0.40 0.23 0.28 ‐2.28 ‐0.42 0.22 0.23 ‐1.83

29 ‐0.49 0.23 0.21 ‐2.05 ‐0.33 0.23 0.42 ‐1.85 ‐0.35 0.22 0.31 ‐1.96 ‐0.36 0.20 0.26 ‐1.81

30 ‐0.44 0.22 0.28 ‐2.10 ‐0.29 0.22 0.41 ‐1.58 ‐0.29 0.21 0.42 ‐1.78 ‐0.29 0.20 0.38 ‐1.75

31 ‐0.21 0.26 0.93 ‐1.42 ‐0.09 0.23 0.86 ‐1.23 ‐0.14 0.24 0.89 ‐1.34 ‐0.20 0.21 0.80 ‐1.36

32 ‐0.38 0.19 0.36 ‐1.42 ‐0.27 0.16 0.44 ‐1.15 ‐0.24 0.16 0.38 ‐1.27 ‐0.30 0.15 0.23 ‐1.23

33 ‐0.87 0.51 0.50 ‐3.38 ‐1.01 0.48 0.35 ‐3.72 ‐0.93 0.48 0.52 ‐3.82 ‐1.06 0.54 0.52 ‐4.06

34 ‐1.28 0.75 0.20 ‐5.13 ‐1.10 0.70 0.16 ‐4.85 ‐1.02 0.61 0.31 ‐4.47 ‐1.01 0.65 0.22 ‐5.06

35 ‐0.78 0.36 0.00 ‐3.31 ‐0.55 0.31 0.24 ‐2.93 ‐0.56 0.30 0.19 ‐2.95 ‐0.47 0.26 0.30 ‐2.47

36 ‐0.28 0.24 0.38 ‐2.17 ‐0.51 0.24 0.20 ‐2.33 ‐0.34 0.22 0.36 ‐2.10 ‐0.52 0.22 0.10 ‐1.90

37 ‐0.25 0.21 0.38 ‐1.75 ‐0.33 0.21 0.34 ‐1.96 ‐0.33 0.20 0.29 ‐1.69 ‐0.38 0.18 0.18 ‐1.56

38 ‐0.44 0.20 0.20 ‐1.75 ‐0.36 0.20 0.33 ‐1.63 ‐0.31 0.19 0.36 ‐1.46 ‐0.36 0.18 0.30 ‐1.56

39 ‐0.60 0.19 ‐0.01 ‐1.81 ‐0.42 0.17 0.22 ‐1.45 ‐0.43 0.18 0.25 ‐1.60 ‐0.39 0.17 0.17 ‐1.47

40 ‐0.36 0.13 0.02 ‐1.13 ‐0.38 0.12 0.03 ‐1.11 ‐0.26 0.12 0.15 ‐1.03 ‐0.22 0.12 0.19 ‐0.97

41 ‐1.00 0.43 0.31 ‐3.21 ‐0.95 0.43 0.25 ‐3.43 ‐0.81 0.40 0.41 ‐2.88 ‐1.02 0.49 0.32 ‐3.99

42 ‐1.16 0.59 0.43 ‐4.40 ‐0.92 0.57 0.47 ‐4.19 ‐0.78 0.51 0.62 ‐3.71 ‐0.95 0.58 0.40 ‐4.60

43 ‐0.30 0.52 0.85 ‐3.53 ‐0.63 0.41 0.30 ‐3.07 ‐0.55 0.39 0.51 ‐3.38 ‐0.63 0.36 0.19 ‐3.65

44 ‐0.36 0.28 0.31 ‐2.57 ‐0.49 0.25 0.22 ‐2.56 ‐0.38 0.24 0.32 ‐2.31 ‐0.50 0.21 0.20 ‐2.39

45 ‐0.46 0.21 0.14 ‐2.20 ‐0.34 0.20 0.29 ‐1.96 ‐0.40 0.20 0.22 ‐1.96 ‐0.42 0.18 0.19 ‐1.72

46 0.00 0.00 0.00 0.00 ‐2.14 0.36 ‐1.19 0.00 0.00 0.00 0.00 0.00 1.63 0.29 2.40 0.68

47 ‐0.08 0.23 0.91 ‐1.09 ‐0.13 0.21 0.91 ‐1.20 ‐0.06 0.20 1.01 ‐1.14 ‐0.18 0.18 0.70 ‐1.07

48 ‐0.30 0.15 0.25 ‐1.06 ‐0.25 0.14 0.24 ‐1.10 ‐0.18 0.14 0.36 ‐1.02 ‐0.22 0.13 0.22 ‐1.07

49 ‐0.82 0.40 0.29 ‐3.27 ‐0.82 0.42 0.36 ‐3.29 ‐0.61 0.35 0.37 ‐2.77 ‐1.00 0.47 0.23 ‐4.16

50 ‐0.94 0.56 0.38 ‐3.83 ‐1.11 0.53 0.15 ‐4.04 ‐0.76 0.48 0.32 ‐3.61 ‐1.11 0.58 0.07 ‐4.58

51 ‐0.70 0.46 0.20 ‐3.45 ‐0.66 0.39 0.23 ‐3.04 ‐0.45 0.35 0.40 ‐2.83 ‐0.71 0.36 0.04 ‐3.39

52 ‐0.70 0.29 ‐0.06 ‐2.81 ‐0.56 0.26 0.20 ‐2.47 ‐0.38 0.25 0.29 ‐2.26 ‐0.54 0.23 0.05 ‐2.41

53 ‐0.27 0.22 0.42 ‐1.92 ‐0.31 0.21 0.33 ‐1.92 ‐0.24 0.21 0.44 ‐1.75 ‐0.38 0.18 0.26 ‐1.65

54 ‐0.49 0.18 0.09 ‐1.87 ‐0.46 0.18 0.16 ‐1.83 ‐0.28 0.18 0.35 ‐1.53 ‐0.40 0.16 0.15 ‐1.46

55 ‐0.38 0.16 0.14 ‐1.33 ‐0.45 0.16 0.10 ‐1.45 ‐0.32 0.15 0.23 ‐1.39 ‐0.44 0.15 0.07 ‐1.46

56 ‐0.13 0.09 0.25 ‐0.68 ‐0.21 0.11 0.16 ‐0.99 ‐0.13 0.09 0.25 ‐0.91 ‐0.25 0.11 0.12 ‐1.05

57 ‐0.91 0.36 0.10 ‐3.05 ‐0.76 0.35 0.30 ‐3.09 ‐0.57 0.30 0.39 ‐2.35 ‐0.82 0.37 0.21 ‐3.48

58 ‐0.92 0.45 0.44 ‐3.35 ‐0.67 0.43 0.49 ‐3.10 ‐0.60 0.39 0.70 ‐2.86 ‐0.79 0.45 0.49 ‐3.52

59 ‐0.76 0.47 0.21 ‐3.46 ‐0.55 0.41 0.36 ‐2.89 ‐0.50 0.36 0.32 ‐2.70 ‐0.62 0.40 0.22 ‐3.35

60 ‐0.51 0.35 0.22 ‐2.70 ‐0.46 0.29 0.33 ‐2.35 ‐0.34 0.28 0.45 ‐2.39 ‐0.45 0.26 0.22 ‐2.50

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.77 0.19 1.37 ‐0.44 ‐0.28 0.18 0.32 ‐1.68 ‐0.05 0.18 0.61 ‐1.21 ‐0.29 0.16 0.25 ‐1.42

63 ‐0.25 0.19 0.66 ‐1.28 ‐0.12 0.19 0.70 ‐1.29 ‐0.08 0.18 0.72 ‐1.09 ‐0.22 0.15 0.41 ‐1.06

64 ‐0.11 0.12 0.31 ‐0.73 ‐0.20 0.13 0.23 ‐1.14 ‐0.14 0.12 0.28 ‐0.93 ‐0.25 0.12 0.11 ‐1.13

TableE26 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 250o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐1.23 0.64 0.35 ‐5.85 ‐0.72 0.50 1.27 ‐5.16 ‐0.79 0.54 0.81 ‐5.65 ‐0.50 0.43 1.58 ‐5.14

2 ‐2.24 0.96 1.01 ‐6.99 ‐1.38 0.80 2.51 ‐5.72 ‐1.81 0.94 1.32 ‐6.55 ‐1.02 0.71 2.52 ‐5.10

3 ‐1.73 0.74 0.76 ‐5.33 ‐1.36 0.79 2.13 ‐5.60 ‐1.51 0.75 1.20 ‐5.19 ‐0.94 0.72 2.30 ‐4.34

4 ‐1.49 0.66 0.86 ‐4.41 ‐1.07 0.72 2.07 ‐4.81 ‐1.30 0.68 1.50 ‐4.58 ‐0.79 0.67 2.32 ‐4.37

5 ‐1.46 0.67 1.17 ‐4.76 ‐1.04 0.71 2.23 ‐4.76 ‐1.23 0.69 1.42 ‐4.84 ‐0.76 0.65 2.36 ‐4.65

6 ‐1.43 0.74 1.36 ‐5.41 ‐1.05 0.70 2.46 ‐4.68 ‐1.21 0.70 1.63 ‐4.92 ‐0.72 0.61 2.15 ‐4.22

7 ‐1.12 0.72 0.92 ‐4.89 ‐1.01 0.61 1.50 ‐4.93 ‐1.21 0.63 0.76 ‐4.65 ‐0.68 0.50 2.02 ‐4.15

8 ‐0.52 0.47 0.69 ‐3.31 ‐0.38 0.28 0.37 ‐2.85 ‐0.55 0.41 0.58 ‐3.20 ‐0.30 0.23 0.36 ‐2.38

9 ‐1.29 1.10 0.74 ‐7.70 ‐0.93 0.94 0.85 ‐6.86 ‐0.86 0.91 0.99 ‐6.76 ‐0.54 0.70 1.23 ‐4.89

10 ‐0.23 0.46 1.86 ‐2.98 ‐0.13 0.39 1.14 ‐2.85 ‐0.09 0.43 1.60 ‐3.00 0.08 0.37 1.90 ‐1.76

11 ‐0.31 0.42 1.16 ‐2.85 ‐0.25 0.33 0.68 ‐2.76 ‐0.23 0.41 1.08 ‐2.87 ‐0.16 0.27 0.82 ‐1.79

12 ‐0.45 0.42 0.58 ‐2.83 ‐0.51 0.32 0.32 ‐2.55 ‐0.40 0.36 0.50 ‐2.75 ‐0.31 0.26 0.50 ‐2.07

13 ‐0.58 0.42 0.46 ‐3.08 ‐0.41 0.31 0.46 ‐2.67 ‐0.43 0.36 0.42 ‐2.87 ‐0.30 0.25 0.58 ‐1.73

14 ‐0.24 0.41 0.80 ‐2.48 ‐0.32 0.30 0.49 ‐2.48 ‐0.33 0.35 0.57 ‐2.78 ‐0.25 0.24 0.69 ‐1.69

15 ‐0.29 0.34 0.87 ‐2.41 ‐0.18 0.29 1.13 ‐2.25 ‐0.19 0.32 1.01 ‐2.22 ‐0.11 0.24 1.32 ‐1.53

16 ‐0.09 0.25 0.65 ‐2.00 ‐0.26 0.20 0.54 ‐1.58 ‐0.19 0.21 0.49 ‐2.02 ‐0.22 0.17 0.50 ‐1.31

17 ‐1.04 0.72 0.58 ‐4.90 ‐0.80 0.70 0.62 ‐4.47 ‐0.74 0.62 0.72 ‐4.24 ‐0.62 0.54 0.74 ‐3.80

18 0.00 0.00 0.00 0.00 ‐0.57 0.27 0.24 0.00 0.00 0.00 0.00 0.00 ‐0.05 0.28 0.69 ‐1.20

19 ‐0.29 0.25 0.48 ‐2.05 ‐0.37 0.23 0.38 ‐1.99 ‐0.33 0.24 0.41 ‐2.20 ‐0.39 0.20 0.25 ‐1.47

20 0.06 0.25 0.72 ‐1.78 ‐0.25 0.22 0.43 ‐1.99 ‐0.23 0.23 0.46 ‐1.83 ‐0.35 0.18 0.22 ‐1.54

21 ‐0.47 0.25 0.25 ‐2.00 ‐0.29 0.22 0.38 ‐1.73 ‐0.25 0.23 0.48 ‐1.90 ‐0.30 0.18 0.36 ‐1.51

22 ‐0.30 0.26 0.52 ‐1.81 ‐0.43 0.24 0.33 ‐1.97 ‐0.29 0.24 0.41 ‐2.02 ‐0.37 0.20 0.30 ‐1.54

23 ‐0.66 0.24 0.07 ‐2.32 ‐0.49 0.22 0.16 ‐1.96 ‐0.40 0.22 0.26 ‐1.99 ‐0.41 0.20 0.20 ‐1.47

24 ‐0.24 0.15 0.26 ‐1.78 ‐0.31 0.14 0.23 ‐1.25 ‐0.15 0.14 0.32 ‐1.15 ‐0.21 0.13 0.25 ‐0.98

25 ‐0.88 0.52 0.43 ‐3.92 ‐0.79 0.54 0.38 ‐3.98 ‐0.65 0.46 0.45 ‐3.45 ‐0.62 0.47 0.48 ‐3.52

26 ‐0.32 0.43 0.89 ‐3.31 ‐0.36 0.38 0.84 ‐3.23 ‐0.27 0.35 0.75 ‐3.45 ‐0.23 0.30 0.90 ‐2.65

27 ‐0.32 0.23 0.45 ‐1.66 ‐0.24 0.22 0.54 ‐1.85 ‐0.23 0.20 0.48 ‐1.64 ‐0.23 0.19 0.41 ‐1.50

28 ‐0.18 0.20 0.43 ‐1.47 ‐0.19 0.21 0.44 ‐1.62 ‐0.22 0.19 0.37 ‐1.62 ‐0.22 0.17 0.34 ‐1.28

29 ‐0.30 0.19 0.27 ‐1.33 ‐0.15 0.19 0.41 ‐1.64 ‐0.20 0.17 0.39 ‐1.40 ‐0.20 0.16 0.35 ‐1.16

30 ‐0.27 0.18 0.30 ‐1.33 ‐0.13 0.18 0.45 ‐1.35 ‐0.16 0.16 0.34 ‐1.42 ‐0.15 0.15 0.41 ‐1.05

31 ‐0.03 0.21 0.97 ‐1.20 0.05 0.20 0.95 ‐0.86 ‐0.03 0.20 1.06 ‐1.29 ‐0.09 0.16 0.74 ‐0.83

32 ‐0.25 0.15 0.34 ‐1.16 ‐0.19 0.14 0.36 ‐1.11 ‐0.17 0.14 0.42 ‐1.19 ‐0.22 0.13 0.18 ‐1.09

33 ‐0.32 0.44 1.00 ‐2.75 ‐0.56 0.41 0.65 ‐3.21 ‐0.48 0.41 0.66 ‐2.69 ‐0.50 0.40 0.52 ‐2.99

34 ‐0.64 0.49 0.44 ‐3.98 ‐0.54 0.44 0.34 ‐3.78 ‐0.54 0.39 0.32 ‐3.26 ‐0.48 0.35 0.32 ‐3.35

35 ‐0.50 0.22 0.17 ‐1.93 ‐0.32 0.20 0.36 ‐1.79 ‐0.34 0.19 0.23 ‐2.03 ‐0.26 0.17 0.32 ‐1.65

36 ‐0.05 0.19 0.54 ‐1.16 ‐0.33 0.19 0.28 ‐1.57 ‐0.17 0.17 0.37 ‐1.36 ‐0.33 0.18 0.15 ‐1.33

37 ‐0.05 0.18 0.49 ‐1.22 ‐0.18 0.18 0.38 ‐1.39 ‐0.18 0.16 0.34 ‐1.54 ‐0.23 0.15 0.28 ‐1.10

38 ‐0.28 0.17 0.32 ‐1.26 ‐0.22 0.18 0.41 ‐1.32 ‐0.19 0.16 0.37 ‐1.14 ‐0.23 0.16 0.36 ‐1.17

39 ‐0.47 0.19 0.23 ‐1.47 ‐0.31 0.17 0.33 ‐1.32 ‐0.34 0.18 0.28 ‐1.54 ‐0.32 0.16 0.25 ‐1.21

40 ‐0.27 0.13 0.21 ‐0.99 ‐0.32 0.12 0.26 ‐0.94 ‐0.20 0.12 0.16 ‐1.01 ‐0.17 0.11 0.22 ‐0.83

41 ‐0.54 0.36 0.57 ‐2.81 ‐0.55 0.36 0.57 ‐2.91 ‐0.44 0.34 0.62 ‐2.62 ‐0.50 0.36 0.34 ‐2.71

42 ‐0.54 0.43 0.92 ‐3.42 ‐0.40 0.42 0.76 ‐3.21 ‐0.31 0.36 0.81 ‐2.69 ‐0.39 0.35 0.65 ‐3.00

43 0.17 0.28 0.96 ‐1.80 ‐0.32 0.23 0.36 ‐2.30 ‐0.24 0.22 0.36 ‐2.32 ‐0.33 0.20 0.17 ‐2.17

44 ‐0.13 0.18 0.41 ‐1.36 ‐0.31 0.17 0.21 ‐1.46 ‐0.21 0.16 0.28 ‐1.42 ‐0.32 0.15 0.11 ‐1.31

45 ‐0.28 0.17 0.20 ‐1.37 ‐0.21 0.15 0.31 ‐1.31 ‐0.27 0.15 0.17 ‐1.48 ‐0.28 0.14 0.14 ‐1.10

46 0.00 0.00 0.00 0.00 ‐4.28 0.26 ‐3.52 0.00 0.00 0.00 0.00 0.00 0.80 0.23 1.45 0.07

47 0.06 0.20 1.07 ‐0.81 ‐0.04 0.18 0.86 ‐1.05 0.03 0.17 0.91 ‐0.75 ‐0.07 0.15 0.75 ‐0.77

48 ‐0.21 0.13 0.28 ‐0.92 ‐0.20 0.12 0.25 ‐1.00 ‐0.13 0.12 0.38 ‐1.05 ‐0.16 0.11 0.23 ‐0.80

49 ‐0.46 0.33 0.59 ‐2.53 ‐0.49 0.35 0.54 ‐3.07 ‐0.31 0.30 0.77 ‐2.24 ‐0.52 0.36 0.36 ‐2.93

50 ‐0.44 0.44 0.62 ‐3.03 ‐0.69 0.41 0.31 ‐3.66 ‐0.35 0.36 0.50 ‐2.91 ‐0.58 0.36 0.23 ‐3.06

51 ‐0.32 0.26 0.36 ‐2.10 ‐0.36 0.23 0.28 ‐2.19 ‐0.17 0.21 0.44 ‐1.88 ‐0.41 0.20 0.08 ‐2.14

52 ‐0.49 0.18 0.04 ‐1.70 ‐0.37 0.17 0.15 ‐1.79 ‐0.21 0.16 0.29 ‐1.44 ‐0.35 0.15 0.08 ‐1.46

53 ‐0.11 0.16 0.41 ‐1.18 ‐0.17 0.15 0.32 ‐1.14 ‐0.10 0.16 0.37 ‐1.17 ‐0.24 0.13 0.19 ‐1.05

54 ‐0.38 0.15 0.12 ‐1.37 ‐0.37 0.14 0.12 ‐1.53 ‐0.18 0.14 0.34 ‐1.09 ‐0.30 0.12 0.17 ‐1.12

55 ‐0.29 0.15 0.28 ‐1.16 ‐0.38 0.15 0.15 ‐1.31 ‐0.25 0.14 0.38 ‐1.09 ‐0.39 0.15 0.10 ‐1.08

56 ‐0.08 0.09 0.28 ‐0.65 ‐0.17 0.10 0.20 ‐0.86 ‐0.09 0.09 0.32 ‐0.67 ‐0.21 0.10 0.13 ‐0.77

57 ‐0.61 0.30 0.28 ‐2.43 ‐0.49 0.31 0.39 ‐2.51 ‐0.32 0.25 0.62 ‐1.86 ‐0.43 0.29 0.35 ‐2.22

58 ‐0.48 0.37 0.59 ‐2.71 ‐0.28 0.35 0.64 ‐2.56 ‐0.24 0.31 0.79 ‐2.23 ‐0.32 0.31 0.59 ‐2.46

59 ‐0.33 0.29 0.33 ‐2.44 ‐0.20 0.25 0.47 ‐2.11 ‐0.18 0.22 0.50 ‐1.72 ‐0.24 0.22 0.32 ‐2.31

60 ‐0.22 0.19 0.30 ‐1.58 ‐0.25 0.18 0.27 ‐1.76 ‐0.11 0.17 0.49 ‐1.29 ‐0.22 0.15 0.19 ‐1.42

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.02 0.14 1.51 0.23 ‐0.18 0.14 0.26 ‐1.35 0.08 0.13 0.60 ‐0.74 ‐0.16 0.12 0.32 ‐0.86

63 ‐0.15 0.16 0.69 ‐0.82 ‐0.04 0.16 0.79 ‐0.81 0.00 0.15 0.70 ‐0.79 ‐0.12 0.13 0.44 ‐0.82

64 ‐0.04 0.10 0.34 ‐0.60 ‐0.16 0.11 0.22 ‐0.80 ‐0.09 0.10 0.34 ‐0.80 ‐0.20 0.10 0.16 ‐0.80

Table E27 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 260o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.70 0.47 1.29 ‐4.81 ‐0.22 0.43 2.28 ‐2.92 ‐0.32 0.41 1.65 ‐3.42 ‐0.09 0.35 2.00 ‐2.55

2 ‐1.32 0.91 2.30 ‐6.77 ‐0.54 0.81 3.74 ‐4.78 ‐0.91 0.87 2.53 ‐6.18 ‐0.35 0.68 3.03 ‐4.03

3 ‐1.00 0.77 2.41 ‐4.75 ‐0.49 0.83 3.65 ‐5.13 ‐0.78 0.76 2.54 ‐4.84 ‐0.23 0.69 3.61 ‐3.53

4 ‐0.81 0.72 2.31 ‐4.00 ‐0.26 0.79 3.94 ‐4.10 ‐0.62 0.71 2.41 ‐4.04 ‐0.10 0.65 3.92 ‐3.23

5 ‐0.76 0.73 2.54 ‐4.19 ‐0.27 0.76 3.92 ‐4.34 ‐0.53 0.73 2.88 ‐3.95 ‐0.10 0.62 3.49 ‐2.91

6 ‐0.70 0.74 2.84 ‐4.33 ‐0.32 0.71 4.23 ‐4.28 ‐0.48 0.73 3.33 ‐4.44 ‐0.12 0.56 3.34 ‐2.75

7 ‐0.71 0.60 1.50 ‐4.20 ‐0.44 0.59 3.36 ‐4.07 ‐0.61 0.57 1.68 ‐4.49 ‐0.26 0.45 3.23 ‐2.78

8 ‐0.29 0.25 0.64 ‐2.42 ‐0.20 0.18 1.11 ‐2.23 ‐0.23 0.24 0.86 ‐2.25 ‐0.15 0.15 0.96 ‐1.25

9 ‐0.29 0.53 0.84 ‐5.57 ‐0.14 0.42 1.26 ‐3.91 ‐0.10 0.41 0.94 ‐4.41 0.02 0.26 1.16 ‐2.85

10 0.15 0.35 1.98 ‐1.79 0.16 0.28 1.50 ‐1.34 0.24 0.33 1.73 ‐1.55 0.34 0.29 1.81 ‐1.02

11 0.06 0.29 1.07 ‐1.88 0.05 0.23 1.12 ‐1.43 0.06 0.28 1.02 ‐1.85 0.09 0.20 1.02 ‐1.23

12 ‐0.05 0.26 0.90 ‐2.01 ‐0.21 0.22 0.84 ‐1.77 ‐0.07 0.23 0.70 ‐1.87 ‐0.06 0.18 1.13 ‐1.52

13 ‐0.19 0.27 0.77 ‐2.04 ‐0.12 0.22 0.89 ‐1.68 ‐0.10 0.24 0.97 ‐1.99 ‐0.05 0.18 0.86 ‐1.16

14 0.16 0.26 1.28 ‐1.71 ‐0.02 0.22 1.30 ‐1.71 ‐0.01 0.23 1.03 ‐1.64 0.01 0.19 1.00 ‐1.11

15 ‐0.01 0.25 1.39 ‐1.75 0.05 0.26 1.65 ‐1.47 0.06 0.25 1.29 ‐1.31 0.13 0.24 1.61 ‐0.92

16 0.18 0.18 1.51 ‐1.15 ‐0.06 0.20 1.83 ‐1.11 0.00 0.19 1.73 ‐1.15 ‐0.02 0.17 1.65 ‐0.87

17 ‐0.32 0.42 0.62 ‐3.54 ‐0.13 0.38 1.14 ‐3.28 ‐0.16 0.33 0.83 ‐2.92 ‐0.13 0.24 0.82 ‐2.22

18 0.00 0.00 0.00 0.00 ‐0.40 0.27 0.49 0.00 0.00 0.00 0.00 0.00 0.10 0.20 0.79 ‐0.87

19 ‐0.04 0.19 0.84 ‐1.39 ‐0.16 0.17 0.62 ‐1.43 ‐0.10 0.18 0.65 ‐1.47 ‐0.21 0.14 0.40 ‐1.34

20 0.33 0.18 1.03 ‐1.06 ‐0.04 0.16 0.64 ‐1.30 ‐0.01 0.17 0.63 ‐1.28 ‐0.17 0.13 0.44 ‐1.15

21 ‐0.23 0.19 0.56 ‐1.47 ‐0.07 0.17 0.68 ‐1.36 ‐0.03 0.18 0.67 ‐1.38 ‐0.12 0.14 0.52 ‐0.91

22 ‐0.01 0.20 0.77 ‐1.57 ‐0.19 0.19 0.67 ‐1.52 ‐0.04 0.19 0.77 ‐1.40 ‐0.17 0.15 0.51 ‐1.10

23 ‐0.40 0.19 0.38 ‐1.68 ‐0.29 0.19 0.68 ‐1.56 ‐0.19 0.18 0.55 ‐1.50 ‐0.23 0.15 0.42 ‐1.03

24 ‐0.08 0.12 0.83 ‐0.93 ‐0.20 0.14 0.93 ‐1.10 ‐0.05 0.13 1.11 ‐0.90 ‐0.10 0.12 0.94 ‐0.76

25 ‐0.32 0.30 0.50 ‐2.83 ‐0.22 0.32 0.64 ‐2.94 ‐0.19 0.25 0.54 ‐2.40 ‐0.16 0.21 0.46 ‐2.39

26 0.05 0.22 1.16 ‐1.86 ‐0.06 0.21 1.13 ‐1.37 0.00 0.19 0.99 ‐1.68 ‐0.01 0.17 0.92 ‐1.23

27 ‐0.09 0.17 0.52 ‐1.22 ‐0.02 0.16 0.66 ‐1.10 ‐0.04 0.15 0.58 ‐1.05 ‐0.04 0.13 0.49 ‐0.92

28 0.03 0.14 0.57 ‐1.10 0.01 0.15 0.66 ‐0.94 ‐0.05 0.13 0.49 ‐1.08 ‐0.05 0.12 0.47 ‐0.93

29 ‐0.12 0.14 0.44 ‐1.06 0.03 0.14 0.62 ‐1.00 ‐0.05 0.13 0.54 ‐1.12 ‐0.05 0.12 0.48 ‐0.80

30 ‐0.11 0.13 0.50 ‐0.97 0.02 0.14 0.75 ‐0.82 ‐0.03 0.12 0.65 ‐0.89 ‐0.01 0.12 0.63 ‐0.64

31 0.07 0.16 0.90 ‐0.75 0.14 0.16 1.08 ‐0.64 0.05 0.16 1.07 ‐0.72 0.00 0.14 0.91 ‐0.60

32 ‐0.11 0.13 0.92 ‐0.81 ‐0.07 0.13 1.02 ‐0.86 ‐0.06 0.15 1.02 ‐0.89 ‐0.12 0.11 0.68 ‐0.86

33 0.17 0.27 0.98 ‐1.94 ‐0.14 0.26 0.70 ‐2.10 ‐0.08 0.23 0.64 ‐1.94 ‐0.11 0.19 0.57 ‐1.75

34 ‐0.26 0.23 0.51 ‐2.53 ‐0.20 0.20 0.52 ‐1.97 ‐0.24 0.19 0.38 ‐2.02 ‐0.18 0.16 0.54 ‐1.59

35 ‐0.31 0.14 0.26 ‐1.34 ‐0.15 0.14 0.57 ‐0.97 ‐0.17 0.13 0.35 ‐0.99 ‐0.10 0.12 0.44 ‐0.87

36 0.17 0.14 0.72 ‐0.79 ‐0.13 0.15 0.50 ‐1.18 ‐0.01 0.12 0.50 ‐0.95 ‐0.16 0.13 0.32 ‐1.28

37 0.16 0.14 0.71 ‐0.67 ‐0.01 0.14 0.64 ‐0.85 ‐0.02 0.12 0.50 ‐0.95 ‐0.08 0.11 0.42 ‐0.85

38 ‐0.08 0.15 0.66 ‐0.96 ‐0.03 0.16 0.72 ‐0.95 ‐0.02 0.14 0.63 ‐0.93 ‐0.06 0.13 0.54 ‐0.88

39 ‐0.25 0.19 0.56 ‐1.37 ‐0.13 0.18 0.78 ‐1.12 ‐0.16 0.17 0.55 ‐1.01 ‐0.15 0.14 0.49 ‐0.95

40 ‐0.12 0.12 0.81 ‐0.82 ‐0.23 0.13 0.82 ‐0.84 ‐0.10 0.12 0.80 ‐0.77 ‐0.07 0.10 0.70 ‐0.62

41 ‐0.13 0.22 0.67 ‐1.96 ‐0.17 0.21 0.51 ‐2.02 ‐0.09 0.19 0.44 ‐1.79 ‐0.14 0.17 0.37 ‐1.66

42 ‐0.15 0.23 0.87 ‐2.07 ‐0.03 0.21 1.03 ‐1.88 ‐0.01 0.19 0.87 ‐1.67 ‐0.10 0.17 0.63 ‐1.27

43 0.46 0.16 1.15 ‐0.51 ‐0.10 0.14 0.47 ‐1.21 ‐0.05 0.13 0.39 ‐1.06 ‐0.14 0.11 0.31 ‐0.95

44 0.07 0.13 0.60 ‐0.79 ‐0.15 0.12 0.34 ‐0.95 ‐0.06 0.11 0.41 ‐0.81 ‐0.17 0.10 0.23 ‐0.93

45 ‐0.12 0.12 0.30 ‐0.93 ‐0.07 0.11 0.41 ‐0.85 ‐0.15 0.11 0.28 ‐0.98 ‐0.15 0.10 0.26 ‐0.91

46 0.00 0.00 0.00 0.00 ‐5.64 0.32 ‐4.89 0.00 0.00 0.00 0.00 0.00 0.81 0.21 1.44 0.14

47 0.13 0.16 1.03 ‐0.46 0.01 0.15 0.81 ‐0.69 0.08 0.14 0.87 ‐0.59 ‐0.03 0.13 0.69 ‐0.62

48 ‐0.11 0.12 0.82 ‐0.69 ‐0.12 0.12 0.83 ‐0.77 ‐0.04 0.12 0.90 ‐0.67 ‐0.09 0.10 0.64 ‐0.59

49 ‐0.12 0.21 0.66 ‐1.62 ‐0.15 0.22 0.58 ‐1.93 ‐0.01 0.19 0.61 ‐1.50 ‐0.15 0.18 0.41 ‐1.81

50 ‐0.03 0.23 0.70 ‐2.27 ‐0.36 0.21 0.27 ‐2.23 ‐0.06 0.18 0.65 ‐1.65 ‐0.26 0.16 0.29 ‐1.66

51 ‐0.09 0.14 0.54 ‐1.04 ‐0.15 0.13 0.34 ‐1.11 ‐0.01 0.13 0.55 ‐0.97 ‐0.23 0.11 0.20 ‐1.04

52 ‐0.32 0.13 0.16 ‐1.07 ‐0.23 0.12 0.29 ‐0.98 ‐0.06 0.12 0.43 ‐0.79 ‐0.21 0.10 0.16 ‐0.88

53 0.05 0.12 0.56 ‐0.69 ‐0.04 0.11 0.47 ‐0.71 0.03 0.12 0.51 ‐0.66 ‐0.12 0.10 0.30 ‐0.75

54 ‐0.23 0.13 0.34 ‐0.99 ‐0.25 0.12 0.29 ‐0.95 ‐0.05 0.12 0.54 ‐0.86 ‐0.19 0.10 0.21 ‐0.81

55 ‐0.12 0.16 0.51 ‐0.93 ‐0.25 0.15 0.47 ‐1.11 ‐0.12 0.14 0.52 ‐0.90 ‐0.25 0.13 0.27 ‐0.93

56 0.02 0.10 0.86 ‐0.50 ‐0.10 0.11 0.75 ‐0.77 ‐0.03 0.10 0.79 ‐0.54 ‐0.13 0.09 0.55 ‐0.79

57 ‐0.30 0.19 0.38 ‐1.66 ‐0.17 0.20 0.49 ‐1.90 ‐0.07 0.15 0.52 ‐1.34 ‐0.13 0.16 0.36 ‐1.44

58 ‐0.12 0.21 0.95 ‐1.79 0.05 0.19 0.85 ‐1.53 0.04 0.18 0.87 ‐1.42 ‐0.03 0.16 0.70 ‐1.22

59 ‐0.07 0.14 0.48 ‐1.38 0.04 0.13 0.54 ‐0.92 0.02 0.13 0.51 ‐0.95 ‐0.04 0.11 0.38 ‐0.72

60 ‐0.03 0.12 0.47 ‐0.76 ‐0.09 0.11 0.40 ‐0.86 0.05 0.11 0.50 ‐0.68 ‐0.08 0.10 0.29 ‐0.74

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.24 0.10 1.65 0.67 ‐0.08 0.10 0.37 ‐0.72 0.19 0.10 0.64 ‐0.45 ‐0.07 0.09 0.29 ‐0.60

63 ‐0.12 0.13 0.63 ‐0.66 0.01 0.13 0.75 ‐0.66 0.04 0.13 0.86 ‐0.49 ‐0.05 0.11 0.69 ‐0.63

64 0.04 0.10 0.91 ‐0.48 ‐0.09 0.10 0.75 ‐0.69 ‐0.03 0.10 0.82 ‐0.57 ‐0.14 0.09 0.54 ‐0.84

Table E28 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 270o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 ‐0.30 0.44 2.28 ‐2.71 0.22 0.51 2.74 ‐2.13 0.07 0.46 2.71 ‐2.30 0.31 0.47 3.08 ‐1.25

2 ‐0.43 0.88 3.70 ‐4.71 0.26 0.88 4.08 ‐4.01 ‐0.05 0.90 4.23 ‐4.73 0.37 0.78 3.94 ‐2.82

3 ‐0.23 0.79 3.94 ‐3.62 0.30 0.89 4.46 ‐3.57 ‐0.02 0.83 4.47 ‐3.78 0.50 0.79 4.28 ‐2.73

4 ‐0.07 0.73 3.97 ‐3.50 0.50 0.85 4.40 ‐3.27 0.09 0.76 4.27 ‐3.48 0.58 0.74 4.39 ‐2.33

5 0.00 0.74 4.48 ‐3.74 0.47 0.83 4.72 ‐3.41 0.20 0.79 4.64 ‐3.51 0.58 0.74 4.55 ‐2.26

6 0.09 0.71 5.15 ‐3.60 0.42 0.87 5.64 ‐3.02 0.25 0.80 4.90 ‐3.37 0.55 0.77 5.41 ‐2.06

7 ‐0.13 0.42 2.25 ‐3.22 0.18 0.76 5.12 ‐2.94 ‐0.11 0.47 2.27 ‐3.04 0.26 0.60 5.31 ‐2.06

8 ‐0.04 0.21 1.76 ‐1.32 ‐0.02 0.25 1.86 ‐0.98 ‐0.01 0.25 1.59 ‐1.56 0.01 0.21 1.74 ‐0.82

9 0.02 0.19 1.11 ‐2.03 0.12 0.18 1.33 ‐2.09 0.11 0.17 1.30 ‐1.80 0.18 0.15 1.47 ‐0.91

10 0.28 0.26 1.64 ‐1.19 0.25 0.24 1.63 ‐0.94 0.34 0.26 1.65 ‐1.03 0.43 0.27 2.22 ‐0.56

11 0.25 0.20 1.43 ‐1.01 0.25 0.21 1.73 ‐0.97 0.21 0.21 1.28 ‐1.34 0.27 0.20 1.64 ‐0.52

12 0.18 0.19 1.46 ‐1.20 0.02 0.23 1.45 ‐1.35 0.13 0.20 1.28 ‐1.08 0.15 0.21 1.81 ‐0.71

13 0.03 0.20 1.23 ‐1.05 0.10 0.22 1.29 ‐1.14 0.12 0.22 1.34 ‐1.11 0.14 0.20 1.54 ‐0.78

14 0.36 0.22 2.45 ‐0.66 0.22 0.27 2.19 ‐0.80 0.21 0.25 1.91 ‐0.89 0.21 0.25 1.93 ‐0.79

15 0.16 0.27 2.38 ‐0.69 0.27 0.35 2.57 ‐0.77 0.25 0.29 1.97 ‐0.75 0.31 0.33 2.64 ‐0.55

16 0.45 0.35 4.44 ‐0.37 0.21 0.40 3.46 ‐0.65 0.27 0.39 3.42 ‐0.84 0.21 0.35 3.36 ‐0.61

17 ‐0.05 0.17 0.89 ‐1.47 0.10 0.16 0.95 ‐1.69 0.04 0.15 1.22 ‐1.55 0.03 0.13 0.95 ‐1.12

18 0.00 0.00 0.00 0.00 ‐0.34 0.20 0.49 0.00 0.00 0.00 0.00 0.00 0.36 0.20 1.13 ‐0.52

19 0.12 0.15 0.96 ‐0.70 0.00 0.16 0.95 ‐0.99 0.05 0.17 0.86 ‐0.95 ‐0.06 0.15 0.77 ‐0.85

20 0.51 0.15 1.26 ‐0.26 0.12 0.16 0.88 ‐0.75 0.16 0.16 0.97 ‐0.85 ‐0.02 0.15 0.66 ‐0.86

21 ‐0.07 0.17 0.96 ‐0.79 0.11 0.17 1.01 ‐0.82 0.14 0.19 1.04 ‐0.73 0.05 0.16 0.87 ‐0.65

22 0.19 0.19 1.44 ‐0.59 0.00 0.20 1.00 ‐0.81 0.16 0.21 1.21 ‐0.84 0.01 0.17 0.96 ‐0.93

23 ‐0.19 0.19 1.40 ‐1.01 ‐0.12 0.20 1.26 ‐1.04 ‐0.03 0.19 1.26 ‐0.92 ‐0.08 0.16 1.12 ‐0.89

24 0.10 0.23 2.03 ‐0.58 ‐0.02 0.25 1.56 ‐0.78 0.12 0.25 2.11 ‐0.69 0.06 0.23 1.73 ‐0.74

25 ‐0.10 0.14 0.55 ‐1.25 0.00 0.14 0.64 ‐1.62 ‐0.01 0.13 0.77 ‐1.21 ‐0.02 0.11 0.53 ‐1.13

26 0.20 0.18 1.32 ‐0.60 0.06 0.18 1.25 ‐0.83 0.14 0.18 1.34 ‐0.61 0.12 0.18 1.29 ‐0.64

27 0.04 0.14 0.80 ‐0.69 0.12 0.14 0.75 ‐0.57 0.10 0.15 0.85 ‐0.66 0.10 0.13 0.72 ‐0.58

28 0.15 0.12 0.85 ‐0.58 0.15 0.14 0.94 ‐0.53 0.07 0.13 0.75 ‐0.67 0.09 0.14 0.75 ‐0.59

29 0.02 0.14 0.89 ‐0.65 0.16 0.14 0.91 ‐0.51 0.09 0.15 0.85 ‐0.66 0.09 0.14 0.82 ‐0.51

30 0.01 0.15 1.25 ‐0.52 0.16 0.17 1.23 ‐0.46 0.10 0.17 1.08 ‐0.55 0.12 0.16 1.22 ‐0.47

31 0.16 0.19 1.54 ‐0.48 0.26 0.22 1.74 ‐0.39 0.17 0.22 1.46 ‐0.60 0.12 0.21 1.49 ‐0.54

32 0.07 0.22 1.58 ‐0.61 0.10 0.21 1.44 ‐0.57 0.15 0.27 1.87 ‐0.64 0.05 0.20 1.15 ‐0.73

33 0.37 0.13 1.03 ‐0.68 0.04 0.13 0.63 ‐1.06 0.08 0.12 0.78 ‐1.11 0.02 0.11 0.63 ‐0.97

34 ‐0.12 0.15 0.64 ‐1.06 ‐0.05 0.15 0.64 ‐0.93 ‐0.11 0.14 0.59 ‐0.96 ‐0.05 0.13 0.66 ‐0.87

35 ‐0.21 0.12 0.43 ‐0.81 ‐0.05 0.13 0.63 ‐0.72 ‐0.06 0.12 0.60 ‐0.76 0.01 0.12 0.66 ‐0.66

36 0.29 0.12 1.02 ‐0.41 0.01 0.14 0.71 ‐0.81 0.11 0.12 0.74 ‐0.60 ‐0.02 0.13 0.62 ‐0.84

37 0.29 0.13 1.13 ‐0.42 0.11 0.14 0.85 ‐0.50 0.11 0.14 0.79 ‐0.73 0.05 0.13 0.73 ‐0.56

38 0.07 0.16 1.14 ‐0.48 0.12 0.17 1.16 ‐0.53 0.13 0.17 0.94 ‐0.72 0.09 0.15 0.87 ‐0.64

39 ‐0.06 0.19 1.27 ‐0.86 0.04 0.20 1.29 ‐0.70 0.00 0.19 1.19 ‐0.88 0.00 0.16 1.10 ‐0.75

40 0.02 0.19 1.28 ‐0.69 ‐0.09 0.19 1.37 ‐0.67 0.05 0.19 1.34 ‐0.64 0.05 0.16 1.11 ‐0.53

41 0.03 0.12 0.65 ‐0.87 ‐0.02 0.11 0.54 ‐0.94 0.04 0.11 0.58 ‐1.20 ‐0.02 0.10 0.56 ‐0.93

42 ‐0.02 0.16 0.86 ‐0.80 0.11 0.17 1.32 ‐0.88 0.11 0.16 1.05 ‐0.60 0.05 0.17 1.11 ‐0.74

43 0.59 0.13 1.26 0.00 0.02 0.12 0.56 ‐0.65 0.06 0.11 0.60 ‐0.61 ‐0.02 0.11 0.51 ‐0.70

44 0.19 0.11 0.87 ‐0.42 ‐0.04 0.11 0.55 ‐0.62 0.05 0.11 0.60 ‐0.60 ‐0.06 0.11 0.49 ‐0.70

45 ‐0.01 0.11 0.65 ‐0.71 0.04 0.11 0.73 ‐0.53 ‐0.05 0.12 0.52 ‐0.94 ‐0.04 0.11 0.52 ‐0.61

46 0.00 0.00 0.00 0.00 ‐8.31 0.34 ‐7.38 0.00 0.00 0.00 0.00 0.00 ‐1.26 0.20 ‐0.53 ‐1.81

47 0.19 0.16 1.16 ‐0.35 0.06 0.16 1.08 ‐0.49 0.14 0.17 1.08 ‐0.41 0.04 0.16 1.14 ‐0.46

48 0.02 0.19 1.30 ‐0.64 0.01 0.18 1.29 ‐0.54 0.11 0.20 1.35 ‐0.55 0.04 0.16 1.08 ‐0.44

49 0.03 0.11 0.67 ‐0.87 0.00 0.11 0.44 ‐1.00 0.11 0.11 0.70 ‐0.95 ‐0.03 0.09 0.41 ‐1.04

50 0.14 0.15 0.89 ‐0.77 ‐0.22 0.14 0.35 ‐1.18 0.07 0.14 0.71 ‐0.67 ‐0.13 0.12 0.37 ‐1.08

51 0.02 0.12 0.70 ‐0.55 ‐0.05 0.12 0.54 ‐0.73 0.09 0.13 0.69 ‐0.46 ‐0.13 0.11 0.35 ‐0.78

52 ‐0.22 0.11 0.47 ‐0.95 ‐0.12 0.11 0.45 ‐0.79 0.05 0.12 0.65 ‐0.56 ‐0.11 0.11 0.40 ‐0.78

53 0.16 0.12 0.85 ‐0.43 0.07 0.11 0.75 ‐0.53 0.14 0.13 0.76 ‐0.55 ‐0.01 0.11 0.55 ‐0.53

54 ‐0.11 0.13 0.69 ‐0.65 ‐0.13 0.13 0.65 ‐0.68 0.07 0.14 0.83 ‐0.69 ‐0.07 0.12 0.55 ‐0.64

55 0.03 0.16 1.00 ‐0.64 ‐0.11 0.16 0.81 ‐0.82 0.01 0.16 1.01 ‐0.74 ‐0.11 0.14 0.69 ‐0.82

56 0.13 0.17 1.28 ‐0.51 0.01 0.15 1.30 ‐0.56 0.08 0.16 1.28 ‐0.49 ‐0.03 0.13 0.95 ‐0.53

57 ‐0.18 0.10 0.40 ‐0.93 ‐0.03 0.10 0.36 ‐0.93 0.03 0.10 0.44 ‐0.89 ‐0.02 0.09 0.35 ‐0.90

58 ‐0.01 0.13 0.85 ‐0.78 0.19 0.13 1.10 ‐0.77 0.14 0.15 1.05 ‐0.66 0.09 0.14 0.93 ‐0.72

59 0.04 0.11 0.58 ‐0.51 0.17 0.11 0.74 ‐0.50 0.12 0.12 0.68 ‐0.44 0.08 0.11 0.62 ‐0.61

60 0.07 0.10 0.66 ‐0.62 0.01 0.10 0.63 ‐0.58 0.15 0.11 0.71 ‐0.44 0.03 0.10 0.53 ‐0.57

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.37 0.11 2.11 0.90 0.00 0.11 0.68 ‐0.46 0.29 0.12 0.95 ‐0.43 0.02 0.10 0.60 ‐0.57

63 ‐0.08 0.14 0.73 ‐0.57 0.04 0.13 0.92 ‐0.51 0.09 0.14 0.92 ‐0.45 0.00 0.12 0.68 ‐0.45

64 0.16 0.17 1.31 ‐0.44 0.01 0.14 1.09 ‐0.55 0.10 0.17 1.14 ‐0.55 ‐0.04 0.13 0.89 ‐0.55

Table E29 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 280o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.41 0.52 3.34 ‐1.83 0.70 0.59 3.57 ‐1.19 0.55 0.58 3.41 ‐1.94 0.76 0.55 3.65 ‐0.82

2 0.55 0.88 4.36 ‐3.13 0.96 0.88 4.95 ‐2.75 0.82 0.98 5.09 ‐3.24 1.10 0.82 4.98 ‐2.26

3 0.53 0.84 4.67 ‐2.71 1.05 0.91 5.47 ‐2.49 0.81 0.95 5.08 ‐3.14 1.22 0.83 5.22 ‐2.17

4 0.57 0.80 4.81 ‐2.58 1.11 0.89 5.44 ‐2.00 0.87 0.88 4.98 ‐2.85 1.31 0.81 5.59 ‐1.65

5 0.70 0.86 5.44 ‐2.51 1.19 0.96 6.28 ‐1.84 1.02 0.98 5.85 ‐3.01 1.40 0.90 5.53 ‐0.92

6 0.76 0.84 5.69 ‐2.43 1.36 1.15 7.03 ‐1.73 1.05 1.01 6.70 ‐2.82 1.52 1.09 7.16 ‐1.06

7 0.20 0.34 2.33 ‐1.93 0.91 0.89 6.22 ‐1.84 0.27 0.43 2.93 ‐2.48 0.82 0.73 5.39 ‐1.28

8 0.22 0.33 2.81 ‐0.79 0.33 0.42 3.01 ‐0.58 0.29 0.37 2.45 ‐1.11 0.35 0.36 2.62 ‐0.56

9 0.12 0.14 1.46 ‐0.70 0.17 0.20 1.52 ‐0.96 0.19 0.15 1.56 ‐0.56 0.30 0.19 1.54 ‐0.22

10 0.29 0.24 1.83 ‐0.73 0.35 0.31 2.01 ‐0.51 0.42 0.26 1.95 ‐0.41 0.57 0.30 2.13 ‐0.27

11 0.29 0.23 1.85 ‐0.75 0.35 0.32 2.45 ‐0.66 0.41 0.26 2.04 ‐0.45 0.55 0.31 2.33 ‐0.27

12 0.24 0.23 1.60 ‐0.71 0.30 0.33 2.57 ‐0.59 0.37 0.26 2.02 ‐0.74 0.45 0.30 2.61 ‐0.46

13 0.28 0.25 1.81 ‐0.66 0.30 0.31 2.08 ‐0.62 0.37 0.29 2.04 ‐0.64 0.44 0.28 2.20 ‐0.44

14 0.34 0.31 2.35 ‐0.54 0.48 0.44 2.83 ‐0.52 0.51 0.37 2.58 ‐0.49 0.58 0.41 3.00 ‐0.43

15 0.41 0.39 2.69 ‐0.61 0.70 0.51 3.41 ‐0.55 0.58 0.43 2.81 ‐0.51 0.73 0.49 3.14 ‐0.43

16 0.61 0.65 4.63 ‐0.50 0.85 0.76 5.10 ‐0.40 0.86 0.75 4.75 ‐0.49 0.85 0.72 4.64 ‐0.34

17 0.15 0.14 1.23 ‐0.60 0.15 0.15 1.23 ‐0.94 0.15 0.15 1.12 ‐0.49 0.16 0.16 1.06 ‐0.41

18 0.00 0.00 0.00 0.00 ‐0.09 0.21 0.95 0.00 0.00 0.00 0.00 0.00 0.53 0.22 1.49 ‐0.36

19 0.14 0.18 1.23 ‐0.59 0.10 0.20 1.25 ‐0.67 0.21 0.20 1.37 ‐0.52 0.14 0.19 1.24 ‐0.59

20 0.22 0.19 1.41 ‐0.57 0.13 0.20 1.20 ‐0.58 0.34 0.21 1.53 ‐0.47 0.20 0.20 1.25 ‐0.56

21 0.28 0.22 1.41 ‐0.54 0.24 0.23 1.53 ‐0.49 0.35 0.24 1.70 ‐0.45 0.29 0.22 1.45 ‐0.42

22 0.30 0.26 1.94 ‐0.53 0.25 0.27 1.92 ‐0.52 0.41 0.28 1.94 ‐0.44 0.27 0.24 1.44 ‐0.48

23 0.26 0.32 2.42 ‐0.66 0.19 0.34 2.48 ‐0.68 0.21 0.30 2.23 ‐0.72 0.16 0.27 2.18 ‐0.57

24 0.39 0.38 2.58 ‐0.52 0.44 0.41 2.86 ‐0.49 0.49 0.45 2.97 ‐0.49 0.47 0.39 2.45 ‐0.44

25 0.07 0.11 0.86 ‐0.69 0.05 0.10 0.72 ‐0.86 0.08 0.12 0.82 ‐0.53 0.06 0.11 0.75 ‐0.43

26 0.25 0.21 1.67 ‐0.46 0.27 0.21 1.88 ‐0.40 0.30 0.23 1.73 ‐0.43 0.31 0.23 1.58 ‐0.38

27 0.22 0.16 1.19 ‐0.44 0.24 0.16 1.04 ‐0.47 0.27 0.18 1.14 ‐0.39 0.29 0.17 1.24 ‐0.32

28 0.18 0.17 1.18 ‐0.53 0.26 0.19 1.19 ‐0.42 0.24 0.18 1.12 ‐0.42 0.30 0.19 1.23 ‐0.31

29 0.22 0.20 1.47 ‐0.45 0.28 0.21 1.52 ‐0.35 0.28 0.21 1.32 ‐0.45 0.31 0.20 1.35 ‐0.42

30 0.29 0.26 1.84 ‐0.42 0.39 0.27 2.11 ‐0.35 0.33 0.26 1.73 ‐0.50 0.40 0.26 1.75 ‐0.32

31 0.33 0.30 1.99 ‐0.40 0.42 0.32 2.19 ‐0.39 0.41 0.31 2.06 ‐0.53 0.42 0.32 1.97 ‐0.41

32 0.39 0.33 2.21 ‐0.47 0.35 0.32 2.04 ‐0.62 0.50 0.39 2.39 ‐0.43 0.39 0.30 1.83 ‐0.44

33 0.13 0.11 0.74 ‐0.51 0.11 0.11 0.70 ‐0.67 0.17 0.10 0.74 ‐0.33 0.11 0.11 0.74 ‐0.38

34 0.06 0.15 0.92 ‐0.60 0.07 0.15 0.96 ‐0.65 0.00 0.15 0.76 ‐0.65 0.09 0.15 1.09 ‐0.50

35 0.07 0.16 1.11 ‐0.51 0.16 0.17 1.05 ‐0.46 0.06 0.17 0.89 ‐0.58 0.17 0.17 1.15 ‐0.41

36 0.21 0.17 1.31 ‐0.42 0.19 0.18 1.20 ‐0.56 0.26 0.18 1.12 ‐0.41 0.19 0.18 1.08 ‐0.55

37 0.24 0.19 1.33 ‐0.36 0.27 0.20 1.36 ‐0.36 0.29 0.19 1.27 ‐0.46 0.25 0.18 1.18 ‐0.34

38 0.30 0.24 1.63 ‐0.40 0.36 0.25 1.71 ‐0.27 0.35 0.24 1.63 ‐0.42 0.33 0.23 1.50 ‐0.36

39 0.27 0.27 1.82 ‐0.60 0.30 0.30 2.00 ‐0.46 0.23 0.29 1.68 ‐0.64 0.27 0.28 1.72 ‐0.46

40 0.30 0.29 1.97 ‐0.52 0.33 0.29 1.95 ‐0.45 0.28 0.29 1.89 ‐0.55 0.31 0.27 1.69 ‐0.35

41 0.12 0.10 0.67 ‐0.49 0.07 0.10 0.67 ‐0.66 0.12 0.10 0.76 ‐0.33 0.08 0.11 0.70 ‐0.43

42 0.23 0.17 1.14 ‐0.39 0.19 0.20 1.44 ‐0.61 0.24 0.19 1.44 ‐0.41 0.23 0.21 1.42 ‐0.43

43 0.19 0.15 1.01 ‐0.38 0.13 0.15 0.92 ‐0.44 0.19 0.14 0.95 ‐0.35 0.15 0.15 0.96 ‐0.45

44 0.18 0.16 1.15 ‐0.40 0.10 0.16 0.98 ‐0.48 0.20 0.16 1.08 ‐0.43 0.12 0.15 0.89 ‐0.50

45 0.13 0.17 0.97 ‐0.57 0.13 0.18 1.08 ‐0.43 0.11 0.17 1.00 ‐0.60 0.15 0.17 1.07 ‐0.45

46 0.00 0.00 0.00 0.00 3.39 0.26 4.26 0.00 0.00 0.00 0.00 0.00 ‐0.35 0.21 0.40 ‐0.87

47 0.27 0.21 1.56 ‐0.32 0.23 0.21 1.34 ‐0.39 0.31 0.22 1.43 ‐0.37 0.23 0.21 1.29 ‐0.42

48 0.34 0.27 2.06 ‐0.38 0.26 0.24 1.68 ‐0.41 0.32 0.27 1.83 ‐0.48 0.26 0.23 1.43 ‐0.45

49 0.10 0.09 0.60 ‐0.54 0.01 0.09 0.50 ‐0.71 0.18 0.10 0.75 ‐0.30 0.05 0.09 0.52 ‐0.37

50 0.09 0.14 0.94 ‐0.54 ‐0.06 0.14 0.64 ‐0.74 0.18 0.15 0.98 ‐0.41 ‐0.01 0.14 0.68 ‐0.56

51 0.14 0.15 1.04 ‐0.45 ‐0.06 0.15 0.75 ‐0.65 0.20 0.17 1.04 ‐0.46 0.02 0.15 0.79 ‐0.54

52 0.15 0.16 1.05 ‐0.49 0.00 0.16 0.82 ‐0.61 0.18 0.17 1.13 ‐0.49 0.05 0.15 0.89 ‐0.56

53 0.19 0.16 1.11 ‐0.40 0.11 0.16 0.92 ‐0.42 0.28 0.18 1.32 ‐0.32 0.16 0.16 1.02 ‐0.39

54 0.18 0.18 1.23 ‐0.42 0.10 0.17 1.06 ‐0.46 0.22 0.19 1.34 ‐0.39 0.12 0.17 0.99 ‐0.53

55 0.19 0.22 1.54 ‐0.50 0.07 0.20 1.14 ‐0.68 0.18 0.22 1.38 ‐0.49 0.08 0.19 1.10 ‐0.59

56 0.27 0.25 1.97 ‐0.45 0.15 0.21 1.57 ‐0.45 0.23 0.22 1.63 ‐0.41 0.14 0.20 1.29 ‐0.45

57 0.04 0.08 0.47 ‐0.57 0.02 0.08 0.44 ‐0.59 0.09 0.09 0.58 ‐0.39 0.05 0.08 0.55 ‐0.41

58 0.11 0.12 0.81 ‐0.41 0.13 0.16 1.06 ‐0.46 0.26 0.18 1.33 ‐0.33 0.24 0.17 1.20 ‐0.39

59 0.14 0.13 0.95 ‐0.45 0.14 0.14 0.87 ‐0.43 0.25 0.15 1.01 ‐0.30 0.24 0.14 1.02 ‐0.30

60 0.16 0.14 0.94 ‐0.37 0.11 0.14 0.90 ‐0.42 0.29 0.16 1.15 ‐0.35 0.19 0.15 1.01 ‐0.32

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.22 0.16 1.17 ‐0.30 0.11 0.15 0.99 ‐0.37 0.43 0.16 1.35 ‐0.08 0.17 0.15 1.00 ‐0.38

63 0.17 0.18 1.22 ‐0.35 0.08 0.15 1.01 ‐0.40 0.17 0.17 1.09 ‐0.36 0.11 0.15 1.02 ‐0.35

64 0.25 0.23 1.76 ‐0.50 0.08 0.17 1.21 ‐0.49 0.23 0.20 1.37 ‐0.35 0.12 0.17 1.14 ‐0.48

Table E30 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 290o

Tap 

No #

Array A Array B Array C Array D

Page 216 of 225



Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.84 0.55 3.51 ‐1.19 1.02 0.54 3.92 ‐0.77 1.01 0.59 4.08 ‐0.78 1.10 0.51 4.14 ‐0.31

2 1.23 0.82 5.09 ‐2.16 1.47 0.74 5.27 ‐1.52 1.51 0.87 5.10 ‐2.32 1.62 0.70 5.48 ‐0.95

3 1.27 0.84 5.29 ‐1.89 1.65 0.80 5.45 ‐1.79 1.57 0.91 5.38 ‐2.12 1.80 0.76 5.72 ‐0.73

4 1.37 0.87 5.46 ‐1.88 1.79 0.84 5.56 ‐1.08 1.67 0.93 5.23 ‐1.58 1.98 0.82 5.86 ‐0.53

5 1.66 1.06 6.71 ‐1.64 2.06 1.00 6.22 ‐0.88 2.01 1.15 6.63 ‐1.23 2.31 1.01 7.42 ‐0.32

6 1.58 0.95 6.69 ‐1.57 2.50 1.25 7.93 ‐0.81 1.99 1.16 6.89 ‐1.18 2.61 1.24 9.12 ‐0.31

7 0.63 0.47 3.20 ‐1.58 1.53 0.98 6.45 ‐1.01 0.71 0.52 3.29 ‐1.18 1.32 0.79 5.95 ‐0.58

8 0.71 0.56 5.39 ‐0.73 0.91 0.64 6.46 ‐0.51 0.80 0.54 5.62 ‐0.53 0.83 0.52 5.22 ‐0.43

9 0.29 0.25 1.94 ‐0.48 0.40 0.30 1.96 ‐0.39 0.35 0.26 1.92 ‐0.36 0.50 0.29 2.09 ‐0.17

10 0.56 0.35 2.44 ‐0.42 0.70 0.40 2.61 ‐0.39 0.66 0.37 2.64 ‐0.45 0.88 0.41 3.06 ‐0.07

11 0.59 0.33 2.30 ‐0.44 0.81 0.46 2.96 ‐0.39 0.75 0.38 2.69 ‐0.43 0.97 0.45 3.27 ‐0.13

12 0.53 0.30 2.28 ‐0.48 0.74 0.45 2.77 ‐0.54 0.68 0.36 2.67 ‐0.52 0.85 0.41 3.03 ‐0.18

13 0.59 0.34 2.45 ‐0.35 0.73 0.44 3.06 ‐0.46 0.77 0.41 2.75 ‐0.40 0.83 0.40 2.91 ‐0.20

14 0.74 0.43 3.09 ‐0.31 1.07 0.59 3.87 ‐0.48 1.01 0.53 3.48 ‐0.32 1.09 0.55 3.87 ‐0.24

15 0.91 0.51 3.80 ‐0.25 1.32 0.64 4.36 ‐0.42 1.11 0.59 3.68 ‐0.31 1.34 0.61 4.19 ‐0.20

16 1.46 0.84 5.73 ‐0.25 1.88 0.94 5.91 ‐0.24 1.82 0.99 5.66 ‐0.27 1.88 0.96 5.80 ‐0.16

17 0.29 0.18 1.24 ‐0.28 0.30 0.20 1.38 ‐0.30 0.33 0.20 1.42 ‐0.32 0.37 0.21 1.53 ‐0.30

18 0.00 0.00 0.00 0.00 0.08 0.23 1.16 0.00 0.00 0.00 0.00 0.00 0.69 0.22 1.78 ‐0.11

19 0.32 0.23 1.63 ‐0.54 0.32 0.25 1.70 ‐0.57 0.39 0.24 1.76 ‐0.46 0.39 0.25 1.75 ‐0.59

20 0.44 0.25 1.82 ‐0.36 0.39 0.27 1.70 ‐0.57 0.52 0.28 1.89 ‐0.34 0.50 0.27 1.85 ‐0.37

21 0.52 0.29 2.11 ‐0.29 0.55 0.31 2.10 ‐0.40 0.65 0.32 2.23 ‐0.26 0.62 0.29 1.94 ‐0.24

22 0.68 0.39 2.65 ‐0.25 0.64 0.38 2.65 ‐0.42 0.78 0.38 2.61 ‐0.34 0.68 0.34 2.57 ‐0.25

23 0.76 0.48 3.19 ‐0.44 0.74 0.55 3.34 ‐0.47 0.69 0.53 3.11 ‐0.43 0.65 0.50 3.28 ‐0.38

24 0.89 0.48 3.42 ‐0.29 0.97 0.50 3.30 ‐0.25 1.09 0.60 3.71 ‐0.33 1.00 0.48 3.34 ‐0.20

25 0.13 0.13 0.98 ‐0.45 0.10 0.12 0.75 ‐0.45 0.17 0.14 0.98 ‐0.57 0.15 0.13 0.83 ‐0.42

26 0.41 0.25 2.03 ‐0.36 0.43 0.25 2.01 ‐0.35 0.48 0.28 2.23 ‐0.39 0.52 0.27 2.05 ‐0.31

27 0.39 0.21 1.49 ‐0.28 0.43 0.22 1.52 ‐0.37 0.49 0.23 1.56 ‐0.24 0.53 0.22 1.58 ‐0.14

28 0.40 0.24 1.76 ‐0.33 0.50 0.26 1.83 ‐0.36 0.49 0.25 1.69 ‐0.29 0.59 0.25 1.69 ‐0.11

29 0.51 0.30 2.10 ‐0.27 0.58 0.31 2.28 ‐0.35 0.55 0.30 2.04 ‐0.31 0.64 0.29 2.07 ‐0.15

30 0.65 0.34 2.36 ‐0.30 0.76 0.37 2.48 ‐0.25 0.73 0.35 2.31 ‐0.30 0.83 0.37 2.62 ‐0.16

31 0.73 0.38 2.76 ‐0.33 0.78 0.38 2.48 ‐0.27 0.75 0.37 2.42 ‐0.32 0.83 0.39 2.70 ‐0.16

32 0.82 0.40 2.98 ‐0.22 0.69 0.34 2.44 ‐0.23 0.86 0.41 2.60 ‐0.31 0.74 0.33 2.43 ‐0.23

33 0.21 0.11 0.76 ‐0.21 0.19 0.12 0.80 ‐0.23 0.21 0.12 0.79 ‐0.30 0.23 0.13 0.85 ‐0.18

34 0.16 0.18 1.07 ‐0.48 0.20 0.18 1.16 ‐0.48 0.18 0.19 1.10 ‐0.46 0.26 0.19 1.19 ‐0.36

35 0.21 0.22 1.43 ‐0.50 0.34 0.23 1.47 ‐0.42 0.28 0.23 1.35 ‐0.39 0.39 0.23 1.46 ‐0.42

36 0.44 0.25 1.88 ‐0.25 0.43 0.26 1.76 ‐0.51 0.46 0.25 1.68 ‐0.27 0.44 0.25 1.64 ‐0.36

37 0.52 0.27 2.03 ‐0.21 0.54 0.28 1.86 ‐0.30 0.53 0.28 1.79 ‐0.23 0.55 0.27 1.86 ‐0.19

38 0.63 0.30 2.27 ‐0.22 0.66 0.32 2.13 ‐0.26 0.62 0.32 2.11 ‐0.26 0.67 0.31 2.21 ‐0.15

39 0.63 0.34 2.59 ‐0.35 0.64 0.35 2.36 ‐0.29 0.56 0.35 2.08 ‐0.35 0.66 0.35 2.29 ‐0.26

40 0.68 0.37 2.69 ‐0.26 0.61 0.34 2.39 ‐0.20 0.56 0.32 2.08 ‐0.36 0.62 0.32 2.27 ‐0.19

41 0.19 0.12 0.79 ‐0.24 0.16 0.13 0.85 ‐0.36 0.19 0.13 0.85 ‐0.29 0.18 0.14 0.92 ‐0.31

42 0.36 0.18 1.27 ‐0.27 0.36 0.23 1.58 ‐0.53 0.42 0.23 1.59 ‐0.26 0.46 0.24 1.79 ‐0.31

43 0.37 0.18 1.35 ‐0.24 0.31 0.20 1.32 ‐0.47 0.33 0.19 1.25 ‐0.32 0.38 0.20 1.42 ‐0.31

44 0.40 0.22 1.59 ‐0.26 0.31 0.23 1.43 ‐0.42 0.39 0.23 1.50 ‐0.30 0.36 0.22 1.54 ‐0.31

45 0.39 0.24 1.63 ‐0.43 0.37 0.24 1.58 ‐0.44 0.34 0.23 1.52 ‐0.46 0.41 0.24 1.72 ‐0.29

46 0.00 0.00 0.00 0.00 2.55 0.35 3.48 0.00 0.00 0.00 0.00 0.00 3.77 0.19 4.57 3.12

47 0.55 0.27 2.11 ‐0.26 0.37 0.22 1.53 ‐0.34 0.42 0.22 1.61 ‐0.27 0.43 0.22 1.54 ‐0.30

48 0.67 0.34 2.57 ‐0.20 0.43 0.25 1.88 ‐0.24 0.49 0.26 1.89 ‐0.28 0.48 0.24 1.83 ‐0.19

49 0.15 0.10 0.66 ‐0.25 0.08 0.10 0.61 ‐0.41 0.23 0.12 0.82 ‐0.23 0.14 0.11 0.70 ‐0.28

50 0.21 0.18 1.21 ‐0.39 0.07 0.19 1.02 ‐0.58 0.29 0.20 1.30 ‐0.36 0.17 0.19 1.08 ‐0.55

51 0.30 0.21 1.43 ‐0.32 0.12 0.22 1.27 ‐0.59 0.38 0.23 1.52 ‐0.28 0.21 0.21 1.27 ‐0.50

52 0.35 0.22 1.57 ‐0.37 0.19 0.21 1.31 ‐0.49 0.40 0.24 1.60 ‐0.27 0.25 0.21 1.32 ‐0.38

53 0.42 0.22 1.63 ‐0.21 0.29 0.21 1.42 ‐0.37 0.45 0.23 1.70 ‐0.17 0.35 0.21 1.53 ‐0.23

54 0.41 0.23 1.72 ‐0.22 0.24 0.20 1.30 ‐0.39 0.38 0.21 1.56 ‐0.21 0.30 0.20 1.29 ‐0.29

55 0.48 0.28 2.04 ‐0.35 0.22 0.21 1.39 ‐0.40 0.32 0.22 1.49 ‐0.31 0.24 0.20 1.36 ‐0.49

56 0.57 0.31 2.42 ‐0.22 0.28 0.23 1.84 ‐0.27 0.33 0.21 1.53 ‐0.30 0.31 0.21 1.66 ‐0.31

57 0.09 0.09 0.66 ‐0.35 0.09 0.10 0.66 ‐0.43 0.21 0.12 0.92 ‐0.24 0.14 0.11 0.75 ‐0.23

58 0.22 0.15 1.09 ‐0.40 0.27 0.18 1.26 ‐0.36 0.39 0.21 1.66 ‐0.30 0.40 0.21 1.49 ‐0.23

59 0.29 0.16 1.25 ‐0.27 0.28 0.18 1.19 ‐0.33 0.40 0.19 1.39 ‐0.27 0.39 0.20 1.35 ‐0.22

60 0.36 0.19 1.39 ‐0.25 0.24 0.18 1.20 ‐0.37 0.39 0.20 1.42 ‐0.19 0.35 0.20 1.38 ‐0.29

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.47 0.20 1.63 ‐0.09 0.18 0.15 1.10 ‐0.31 0.25 0.16 1.14 ‐0.31 0.28 0.16 1.13 ‐0.23

63 0.39 0.24 1.87 ‐0.27 0.11 0.15 0.88 ‐0.39 0.22 0.15 0.99 ‐0.29 0.19 0.15 1.14 ‐0.39

64 0.52 0.29 2.19 ‐0.24 0.14 0.17 1.21 ‐0.35 0.24 0.18 1.16 ‐0.31 0.20 0.17 1.25 ‐0.32

TableE31 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 300o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 1.04 0.48 3.45 ‐0.58 1.08 0.46 3.84 ‐0.37 1.26 0.50 3.99 ‐0.23 1.30 0.45 4.20 ‐0.14

2 1.51 0.67 4.79 ‐1.28 1.60 0.64 4.93 ‐0.68 1.83 0.68 5.28 ‐0.70 1.94 0.61 5.02 ‐0.18

3 1.74 0.76 5.10 ‐1.14 1.90 0.73 5.07 ‐0.54 2.14 0.76 5.86 ‐0.35 2.32 0.70 5.70 0.14

4 1.98 0.84 5.49 ‐0.78 2.16 0.80 5.45 ‐0.30 2.41 0.85 6.23 ‐0.23 2.70 0.81 6.08 0.29

5 2.38 1.03 6.76 ‐1.04 2.59 0.98 6.67 ‐0.28 2.99 1.05 7.68 0.03 3.32 1.01 7.55 0.23

6 2.11 0.99 6.49 ‐1.02 3.11 1.17 7.99 ‐0.10 2.81 1.10 7.84 0.09 3.77 1.25 9.23 0.05

7 1.02 0.56 4.01 ‐1.03 1.94 1.01 7.05 ‐0.34 1.28 0.63 4.21 ‐0.42 1.95 0.91 7.15 ‐0.13

8 1.46 0.99 7.50 ‐0.47 1.61 1.07 8.58 ‐0.26 1.47 0.86 8.21 ‐0.09 1.58 0.85 8.58 0.01

9 0.52 0.32 2.14 ‐0.28 0.61 0.33 2.04 ‐0.37 0.64 0.33 2.29 ‐0.30 0.85 0.35 2.39 ‐0.19

10 0.88 0.40 2.68 ‐0.32 1.00 0.44 2.90 ‐0.24 1.09 0.43 3.15 ‐0.19 1.39 0.48 3.68 0.12

11 0.86 0.38 2.77 ‐0.19 1.15 0.49 3.31 ‐0.25 1.17 0.44 3.21 ‐0.11 1.57 0.51 3.94 0.17

12 0.82 0.37 2.69 ‐0.31 1.06 0.49 3.12 ‐0.42 1.09 0.43 3.36 ‐0.10 1.39 0.50 3.95 0.09

13 0.95 0.44 3.09 ‐0.31 1.10 0.52 3.73 ‐0.28 1.26 0.49 3.68 ‐0.08 1.43 0.54 4.25 0.12

14 1.21 0.53 3.92 ‐0.26 1.50 0.61 4.08 ‐0.18 1.59 0.57 4.28 0.07 1.83 0.64 4.60 0.18

15 1.48 0.62 4.79 ‐0.16 1.74 0.66 4.70 ‐0.14 1.75 0.63 4.75 0.10 2.13 0.70 5.02 0.30

16 2.20 0.81 6.44 ‐0.12 2.37 0.85 6.45 0.03 2.68 0.89 6.84 0.16 2.99 0.96 7.08 0.39

17 0.40 0.20 1.40 ‐0.21 0.42 0.22 1.43 ‐0.29 0.51 0.22 1.54 ‐0.15 0.62 0.24 1.75 ‐0.12

18 0.00 0.00 0.00 0.00 0.42 0.23 1.54 0.00 0.00 0.00 0.00 0.00 0.96 0.30 2.24 0.01

19 0.50 0.28 2.00 ‐0.45 0.49 0.31 2.09 ‐0.49 0.63 0.32 2.33 ‐0.32 0.73 0.35 2.58 ‐0.29

20 0.71 0.32 2.39 ‐0.26 0.63 0.35 2.37 ‐0.38 0.84 0.36 2.59 ‐0.18 0.91 0.37 2.64 ‐0.16

21 0.84 0.37 2.75 ‐0.25 0.82 0.38 2.68 ‐0.23 1.00 0.39 2.86 ‐0.06 1.06 0.38 2.90 0.07

22 1.09 0.46 3.54 ‐0.15 0.98 0.46 3.05 ‐0.16 1.21 0.46 3.44 0.06 1.23 0.47 3.52 0.11

23 1.24 0.57 4.49 ‐0.31 1.19 0.58 3.90 ‐0.24 1.29 0.60 4.10 ‐0.25 1.43 0.61 3.86 ‐0.15

24 1.44 0.56 4.50 ‐0.21 1.28 0.51 3.66 ‐0.08 1.61 0.57 4.26 0.09 1.55 0.53 3.85 0.10

25 0.21 0.17 1.10 ‐0.34 0.15 0.15 1.04 ‐0.41 0.27 0.18 1.11 ‐0.42 0.26 0.16 1.14 ‐0.37

26 0.60 0.28 2.08 ‐0.27 0.57 0.28 2.08 ‐0.36 0.72 0.32 2.39 ‐0.25 0.79 0.31 2.19 ‐0.22

27 0.60 0.26 1.86 ‐0.20 0.61 0.28 1.90 ‐0.29 0.75 0.29 2.17 ‐0.15 0.85 0.30 2.26 ‐0.07

28 0.69 0.32 2.25 ‐0.28 0.72 0.33 2.19 ‐0.23 0.79 0.33 2.35 ‐0.14 0.96 0.34 2.48 ‐0.02

29 0.85 0.36 2.55 ‐0.18 0.83 0.37 2.46 ‐0.17 0.88 0.38 2.72 ‐0.07 1.07 0.39 2.87 0.10

30 0.96 0.38 2.82 ‐0.19 0.94 0.37 2.64 ‐0.09 1.00 0.37 2.80 0.05 1.26 0.41 3.08 0.24

31 1.12 0.44 3.24 ‐0.21 0.90 0.36 2.53 ‐0.17 0.95 0.35 2.67 0.00 1.17 0.39 3.07 0.15

32 1.27 0.49 3.93 ‐0.03 0.84 0.36 3.00 ‐0.15 1.07 0.38 2.88 0.04 1.00 0.33 2.69 ‐0.02

33 0.28 0.12 0.86 ‐0.18 0.24 0.14 1.12 ‐0.26 0.32 0.14 1.06 ‐0.16 0.36 0.15 1.16 ‐0.14

34 0.28 0.22 1.39 ‐0.42 0.33 0.24 1.58 ‐0.50 0.38 0.26 1.65 ‐0.39 0.51 0.26 1.93 ‐0.30

35 0.42 0.28 1.75 ‐0.43 0.52 0.31 1.84 ‐0.35 0.54 0.31 2.08 ‐0.33 0.71 0.32 2.37 ‐0.32

36 0.74 0.31 2.20 ‐0.19 0.62 0.32 1.96 ‐0.35 0.72 0.33 2.35 ‐0.25 0.76 0.34 2.41 ‐0.30

37 0.81 0.32 2.35 ‐0.07 0.69 0.32 2.02 ‐0.14 0.75 0.32 2.31 ‐0.09 0.88 0.34 2.44 ‐0.02

38 0.92 0.34 2.52 ‐0.08 0.75 0.32 2.15 ‐0.13 0.78 0.31 2.27 ‐0.02 0.93 0.33 2.58 0.12

39 0.99 0.40 3.16 ‐0.18 0.75 0.34 2.56 ‐0.18 0.73 0.32 2.44 ‐0.21 0.93 0.34 2.67 ‐0.06

40 1.09 0.45 3.63 ‐0.17 0.73 0.35 2.70 ‐0.15 0.73 0.31 2.39 ‐0.11 0.87 0.33 2.77 0.00

41 0.26 0.13 0.90 ‐0.19 0.24 0.16 1.04 ‐0.34 0.31 0.17 1.13 ‐0.26 0.33 0.18 1.30 ‐0.43

42 0.46 0.19 1.36 ‐0.15 0.46 0.24 1.62 ‐0.42 0.58 0.25 1.77 ‐0.26 0.69 0.28 2.15 ‐0.20

43 0.57 0.22 1.61 ‐0.08 0.43 0.25 1.57 ‐0.42 0.51 0.25 1.76 ‐0.29 0.62 0.27 1.98 ‐0.30

44 0.65 0.26 1.86 ‐0.21 0.41 0.27 1.58 ‐0.43 0.54 0.28 1.89 ‐0.28 0.58 0.29 1.99 ‐0.29

45 0.64 0.27 1.87 ‐0.32 0.41 0.25 1.57 ‐0.29 0.40 0.24 1.56 ‐0.48 0.57 0.27 1.95 ‐0.29

46 0.00 0.00 0.00 0.00 1.43 0.27 2.37 0.00 0.00 0.00 0.00 0.00 2.45 0.23 3.50 1.87

47 0.85 0.35 2.46 ‐0.11 0.32 0.21 1.47 ‐0.35 0.37 0.19 1.26 ‐0.32 0.45 0.21 1.61 ‐0.23

48 1.02 0.41 3.61 ‐0.15 0.46 0.26 1.86 ‐0.30 0.56 0.25 1.73 ‐0.12 0.62 0.25 1.94 ‐0.09

49 0.23 0.12 0.82 ‐0.15 0.15 0.15 0.91 ‐0.31 0.33 0.16 1.18 ‐0.23 0.27 0.17 1.20 ‐0.32

50 0.39 0.21 1.34 ‐0.32 0.21 0.24 1.27 ‐0.56 0.47 0.27 1.74 ‐0.38 0.38 0.26 1.77 ‐0.44

51 0.52 0.25 1.69 ‐0.25 0.23 0.26 1.41 ‐0.72 0.52 0.29 1.86 ‐0.43 0.39 0.28 1.70 ‐0.46

52 0.58 0.26 1.77 ‐0.24 0.21 0.23 1.29 ‐0.59 0.42 0.25 1.64 ‐0.53 0.35 0.25 1.62 ‐0.53

53 0.64 0.25 1.87 ‐0.08 0.27 0.20 1.27 ‐0.34 0.44 0.21 1.52 ‐0.32 0.41 0.21 1.65 ‐0.18

54 0.65 0.27 2.03 ‐0.21 0.20 0.17 1.24 ‐0.33 0.34 0.17 1.39 ‐0.23 0.32 0.18 1.33 ‐0.16

55 0.78 0.33 2.66 ‐0.24 0.20 0.19 1.26 ‐0.38 0.31 0.17 1.15 ‐0.34 0.31 0.18 1.46 ‐0.37

56 0.88 0.37 3.14 ‐0.20 0.29 0.23 1.97 ‐0.45 0.38 0.21 1.65 ‐0.21 0.44 0.23 1.88 ‐0.16

57 0.16 0.11 0.75 ‐0.24 0.13 0.13 0.79 ‐0.46 0.27 0.16 1.07 ‐0.41 0.24 0.16 1.09 ‐0.40

58 0.36 0.17 1.18 ‐0.21 0.30 0.20 1.26 ‐0.49 0.41 0.23 1.50 ‐0.45 0.48 0.24 1.63 ‐0.35

59 0.46 0.20 1.49 ‐0.18 0.26 0.21 1.33 ‐0.54 0.36 0.23 1.58 ‐0.47 0.42 0.24 1.58 ‐0.41

60 0.55 0.22 1.72 ‐0.11 0.17 0.19 1.21 ‐0.61 0.32 0.20 1.39 ‐0.51 0.34 0.21 1.60 ‐0.42

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 0.74 0.25 2.11 0.02 0.08 0.13 0.77 ‐0.48 0.17 0.12 0.92 ‐0.55 0.24 0.13 1.10 ‐0.26

63 0.64 0.30 2.33 ‐0.22 0.05 0.14 0.73 ‐0.46 0.17 0.13 0.83 ‐0.58 0.20 0.14 0.95 ‐0.34

64 0.82 0.36 2.86 ‐0.25 0.12 0.18 1.14 ‐0.51 0.25 0.17 1.20 ‐0.29 0.28 0.18 1.32 ‐0.26

Table E32 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 310o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 1.07 0.41 3.12 ‐0.26 1.01 0.38 2.77 ‐0.22 1.22 0.43 3.14 ‐0.04 1.27 0.40 3.70 0.05

2 1.58 0.57 4.77 ‐0.33 1.59 0.55 4.32 ‐0.18 1.82 0.58 4.60 0.00 1.98 0.57 4.41 0.18

3 1.96 0.69 5.19 ‐0.36 2.01 0.68 5.32 ‐0.09 2.30 0.71 5.12 0.24 2.50 0.70 5.54 0.29

4 2.30 0.79 6.29 ‐0.12 2.43 0.79 6.06 0.19 2.73 0.83 6.12 0.49 3.05 0.84 6.57 0.57

5 2.62 0.95 7.34 ‐0.03 2.93 0.95 7.24 0.30 3.32 0.99 7.63 0.65 3.75 1.01 8.17 0.89

6 2.16 0.90 6.80 0.07 3.29 1.10 8.30 0.52 2.95 1.04 7.25 0.54 4.09 1.21 9.93 0.56

7 1.43 0.64 6.80 ‐0.29 2.11 0.96 7.22 ‐0.07 1.66 0.68 5.68 0.00 2.27 0.92 7.21 ‐0.07

8 2.29 1.05 8.14 ‐0.14 2.67 1.30 10.62 0.05 2.48 1.42 9.51 0.15 2.71 1.49 10.65 0.10

9 0.69 0.31 2.15 ‐0.22 0.75 0.31 2.19 ‐0.19 0.83 0.34 2.38 ‐0.15 1.01 0.35 2.51 0.08

10 1.05 0.38 2.86 ‐0.13 1.19 0.43 3.18 0.00 1.29 0.43 3.23 0.13 1.62 0.47 3.79 0.26

11 1.00 0.38 3.02 ‐0.31 1.28 0.46 3.56 ‐0.07 1.30 0.44 3.29 0.11 1.70 0.49 4.02 0.22

12 1.09 0.42 3.36 ‐0.11 1.21 0.49 3.69 ‐0.05 1.30 0.47 3.45 0.09 1.56 0.52 4.00 0.17

13 1.28 0.50 3.85 ‐0.13 1.38 0.55 4.25 ‐0.07 1.51 0.56 4.33 0.14 1.72 0.59 4.56 0.12

14 1.59 0.57 4.53 ‐0.07 1.63 0.59 4.52 0.01 1.79 0.60 4.86 0.15 2.01 0.64 4.90 0.26

15 1.83 0.62 5.16 0.11 1.72 0.61 4.67 0.11 1.92 0.66 5.02 0.15 2.24 0.68 5.30 0.39

16 2.14 0.70 5.89 0.19 1.92 0.72 6.24 0.16 2.46 0.82 6.07 0.40 2.66 0.85 6.71 0.46

17 0.45 0.19 1.40 ‐0.18 0.48 0.22 1.58 ‐0.14 0.58 0.23 1.62 ‐0.10 0.70 0.24 1.82 ‐0.07

18 0.00 0.00 0.00 0.00 0.33 0.24 1.50 0.00 0.00 0.00 0.00 0.00 1.07 0.27 2.48 0.27

19 0.76 0.36 2.63 ‐0.28 0.74 0.40 2.71 ‐0.36 0.88 0.41 2.73 ‐0.25 1.00 0.43 2.86 ‐0.26

20 1.05 0.40 3.11 ‐0.10 0.91 0.41 2.82 ‐0.32 1.10 0.43 3.15 0.00 1.19 0.44 3.06 0.00

21 1.18 0.43 3.35 ‐0.07 1.02 0.41 3.01 ‐0.10 1.17 0.44 3.30 0.02 1.30 0.45 3.38 0.07

22 1.41 0.47 3.98 0.04 1.12 0.44 3.40 ‐0.08 1.35 0.48 3.61 0.15 1.43 0.49 3.70 0.12

23 1.69 0.62 5.14 ‐0.07 1.41 0.59 4.65 ‐0.12 1.52 0.61 4.84 0.05 1.65 0.60 4.61 0.11

24 1.84 0.62 5.12 0.03 1.42 0.56 4.39 0.03 1.68 0.57 4.59 0.21 1.65 0.57 4.29 0.19

25 0.32 0.18 1.23 ‐0.39 0.24 0.18 1.17 ‐0.46 0.40 0.21 1.38 ‐0.43 0.36 0.18 1.30 ‐0.36

26 0.73 0.27 2.06 ‐0.11 0.70 0.30 2.08 ‐0.27 0.87 0.33 2.42 ‐0.27 0.94 0.33 2.60 ‐0.05

27 0.81 0.30 2.21 ‐0.07 0.73 0.32 2.28 ‐0.37 0.91 0.35 2.61 ‐0.01 1.03 0.36 2.80 ‐0.14

28 0.98 0.35 2.60 ‐0.06 0.79 0.35 2.53 ‐0.37 0.93 0.38 2.72 ‐0.10 1.11 0.40 3.12 ‐0.11

29 1.13 0.38 2.99 0.03 0.79 0.34 2.64 ‐0.29 0.93 0.38 2.73 0.02 1.11 0.39 2.94 0.08

30 1.21 0.41 3.43 0.01 0.76 0.33 2.52 ‐0.10 0.89 0.34 2.87 0.04 1.07 0.36 3.09 0.14

31 1.45 0.48 3.88 0.04 0.60 0.31 2.17 ‐0.42 0.76 0.31 2.41 ‐0.16 0.91 0.34 2.61 ‐0.05

32 1.68 0.55 4.60 0.15 0.97 0.42 3.08 ‐0.32 1.18 0.43 3.56 0.09 1.12 0.43 3.20 0.06

33 0.37 0.14 1.08 ‐0.09 0.32 0.19 1.45 ‐0.31 0.44 0.19 1.41 ‐0.15 0.46 0.20 1.55 ‐0.29

34 0.50 0.26 1.71 ‐0.24 0.51 0.30 2.12 ‐0.61 0.59 0.32 2.20 ‐0.41 0.72 0.33 2.31 ‐0.36

35 0.73 0.32 2.20 ‐0.18 0.62 0.34 2.26 ‐0.45 0.71 0.36 2.33 ‐0.43 0.90 0.39 2.83 ‐0.49

36 1.01 0.33 2.58 0.00 0.54 0.32 2.19 ‐0.78 0.72 0.33 2.41 ‐0.32 0.76 0.36 2.52 ‐0.55

37 1.06 0.34 2.70 0.12 0.53 0.29 2.25 ‐0.35 0.67 0.29 2.59 ‐0.13 0.78 0.31 2.28 ‐0.09

38 1.16 0.37 3.11 0.16 0.58 0.29 2.17 ‐0.25 0.66 0.27 2.31 ‐0.09 0.77 0.29 2.37 ‐0.01

39 1.35 0.47 4.02 0.11 0.59 0.31 2.11 ‐0.40 0.65 0.29 2.19 ‐0.35 0.85 0.32 2.72 ‐0.09

40 1.47 0.50 4.28 0.05 0.74 0.34 2.48 ‐0.24 0.81 0.33 2.84 ‐0.06 0.95 0.35 2.79 0.05

41 0.33 0.14 1.03 ‐0.20 0.27 0.20 1.24 ‐0.67 0.37 0.20 1.36 ‐0.34 0.39 0.23 1.46 ‐0.50

42 0.54 0.21 1.55 ‐0.15 0.36 0.27 1.79 ‐0.64 0.55 0.28 1.86 ‐0.42 0.60 0.31 2.06 ‐0.51

43 0.77 0.25 1.92 0.02 0.30 0.27 1.74 ‐0.64 0.45 0.27 1.80 ‐0.54 0.53 0.31 2.20 ‐0.55

44 0.89 0.29 2.29 0.05 0.21 0.24 1.61 ‐0.65 0.41 0.25 2.24 ‐0.61 0.41 0.26 2.03 ‐0.49

45 0.86 0.30 2.36 ‐0.07 0.18 0.20 1.33 ‐0.62 0.22 0.20 1.47 ‐0.57 0.35 0.21 1.62 ‐0.49

46 0.00 0.00 0.00 0.00 ‐1.04 0.42 0.28 0.00 0.00 0.00 0.00 0.00 1.99 0.22 3.08 1.23

47 1.16 0.40 3.30 0.01 0.25 0.20 1.21 ‐0.50 0.36 0.19 1.45 ‐0.32 0.43 0.21 1.50 ‐0.29

48 1.42 0.48 3.86 0.11 0.40 0.26 1.72 ‐0.45 0.59 0.26 2.09 ‐0.20 0.66 0.26 2.06 ‐0.10

49 0.33 0.13 1.01 ‐0.09 0.18 0.18 1.20 ‐0.45 0.36 0.20 1.34 ‐0.53 0.32 0.21 1.32 ‐0.45

50 0.61 0.23 1.70 ‐0.09 0.22 0.25 1.66 ‐0.63 0.51 0.29 2.06 ‐0.60 0.43 0.29 1.91 ‐0.63

51 0.74 0.26 2.05 ‐0.03 0.15 0.22 1.60 ‐0.68 0.45 0.27 1.86 ‐0.53 0.33 0.26 1.89 ‐0.66

52 0.78 0.29 2.25 ‐0.01 0.06 0.17 1.11 ‐0.68 0.26 0.20 1.42 ‐0.63 0.23 0.20 1.57 ‐0.71

53 0.86 0.30 2.40 0.03 0.14 0.14 0.99 ‐0.47 0.35 0.16 1.38 ‐0.43 0.32 0.16 1.32 ‐0.28

54 0.92 0.33 2.57 0.06 0.12 0.13 0.78 ‐0.72 0.30 0.15 1.15 ‐0.26 0.33 0.16 1.19 ‐0.25

55 1.14 0.41 3.50 0.04 0.17 0.17 1.04 ‐0.75 0.33 0.17 1.28 ‐0.35 0.40 0.20 1.41 ‐0.58

56 1.25 0.45 3.81 0.04 0.24 0.23 1.76 ‐0.55 0.42 0.23 1.84 ‐0.22 0.57 0.26 1.97 ‐0.24

57 0.25 0.12 0.91 ‐0.18 0.07 0.16 0.95 ‐0.64 0.22 0.18 1.29 ‐0.59 0.18 0.19 1.04 ‐0.66

58 0.50 0.19 1.45 ‐0.10 0.16 0.20 1.25 ‐0.67 0.24 0.23 1.43 ‐0.71 0.31 0.23 1.56 ‐0.51

59 0.65 0.24 1.83 ‐0.01 0.11 0.18 1.26 ‐0.66 0.20 0.21 1.36 ‐0.67 0.27 0.21 1.57 ‐0.63

60 0.76 0.26 2.07 0.00 0.05 0.15 1.03 ‐0.74 0.21 0.17 1.21 ‐0.57 0.25 0.18 1.38 ‐0.63

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.07 0.32 2.76 0.19 0.04 0.12 0.55 ‐0.63 0.23 0.13 0.92 ‐0.44 0.27 0.14 1.04 ‐0.26

63 0.99 0.38 2.98 ‐0.04 0.02 0.13 0.67 ‐0.59 0.19 0.14 0.85 ‐0.45 0.24 0.15 1.04 ‐0.29

64 1.22 0.44 3.77 0.04 0.08 0.17 1.03 ‐0.66 0.28 0.18 1.18 ‐0.28 0.37 0.21 1.50 ‐0.43

Table E33 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 320o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 1.03 0.41 2.96 ‐0.13 0.94 0.36 2.80 ‐0.13 1.09 0.39 3.09 0.07 1.18 0.40 3.30 0.14

2 1.55 0.57 3.94 ‐0.17 1.53 0.53 4.12 ‐0.08 1.70 0.54 4.48 0.10 1.86 0.54 4.36 0.29

3 1.94 0.70 5.07 0.01 2.00 0.67 5.16 ‐0.05 2.26 0.68 5.57 0.23 2.42 0.68 5.61 0.52

4 2.25 0.81 6.20 0.19 2.44 0.78 6.08 0.24 2.73 0.80 6.62 0.52 3.01 0.81 6.77 0.81

5 2.40 0.94 7.12 0.28 2.86 0.91 7.00 0.41 3.18 0.92 7.41 0.81 3.60 0.94 7.83 1.18

6 2.00 0.83 6.44 0.25 3.12 1.02 8.00 0.50 2.73 0.90 7.28 0.52 3.72 1.08 8.79 0.70

7 1.70 0.72 6.67 ‐0.10 2.37 1.04 7.77 0.00 1.83 0.72 7.07 0.31 2.46 1.06 8.58 0.24

8 2.49 0.94 8.00 0.01 3.08 1.14 9.82 0.16 3.22 1.17 9.01 0.41 3.42 1.25 9.59 0.19

9 0.68 0.30 2.10 ‐0.14 0.77 0.30 2.12 ‐0.24 0.83 0.31 2.61 ‐0.07 0.99 0.31 2.40 0.09

10 1.06 0.37 2.93 ‐0.02 1.18 0.42 2.98 ‐0.17 1.25 0.41 3.36 0.02 1.53 0.43 3.62 0.38

11 1.09 0.41 3.06 ‐0.09 1.25 0.47 3.56 ‐0.19 1.23 0.42 3.54 ‐0.10 1.52 0.46 3.78 0.33

12 1.30 0.48 3.67 0.03 1.23 0.53 3.77 ‐0.25 1.30 0.47 4.02 0.00 1.51 0.52 4.22 0.12

13 1.44 0.53 4.53 0.02 1.35 0.57 4.07 ‐0.25 1.46 0.52 4.35 0.09 1.66 0.57 4.48 0.15

14 1.73 0.58 4.69 0.21 1.46 0.57 4.43 ‐0.06 1.63 0.53 4.58 0.31 1.78 0.57 4.80 0.30

15 1.94 0.64 5.40 0.29 1.45 0.58 4.42 ‐0.06 1.69 0.56 4.57 0.19 1.85 0.58 4.67 0.30

16 2.13 0.69 6.02 0.20 1.62 0.61 5.01 0.01 1.92 0.62 4.99 0.25 2.01 0.63 5.15 0.21

17 0.47 0.20 1.41 ‐0.11 0.50 0.24 1.63 ‐0.36 0.58 0.24 1.89 ‐0.20 0.65 0.25 2.00 ‐0.08

18 0.00 0.00 0.00 0.00 0.57 0.23 1.70 0.00 0.00 0.00 0.00 0.00 1.08 0.28 2.35 0.22

19 1.04 0.41 2.99 ‐0.18 0.84 0.45 3.10 ‐0.53 1.03 0.43 3.30 ‐0.25 1.14 0.45 3.43 ‐0.13

20 1.31 0.45 3.43 0.11 0.87 0.43 2.95 ‐0.38 1.12 0.40 3.43 ‐0.06 1.19 0.43 3.50 0.00

21 1.35 0.47 3.58 0.13 0.89 0.41 2.91 ‐0.29 1.06 0.38 3.34 0.04 1.17 0.40 3.30 0.10

22 1.55 0.51 4.10 0.24 0.93 0.42 3.00 ‐0.21 1.17 0.39 3.44 0.17 1.22 0.40 3.47 0.12

23 1.94 0.67 5.63 0.27 1.32 0.58 4.47 ‐0.19 1.45 0.53 4.15 0.15 1.62 0.57 4.72 0.17

24 2.10 0.70 5.81 0.21 1.41 0.57 4.62 ‐0.13 1.62 0.54 4.81 0.14 1.71 0.58 5.48 0.21

25 0.38 0.18 1.34 ‐0.26 0.24 0.22 1.38 ‐0.70 0.43 0.23 1.77 ‐0.44 0.36 0.21 1.53 ‐0.50

26 0.79 0.29 2.15 ‐0.10 0.52 0.34 2.21 ‐0.83 0.73 0.33 2.58 ‐0.28 0.73 0.34 2.47 ‐0.32

27 0.95 0.35 2.68 ‐0.08 0.50 0.34 2.21 ‐0.79 0.75 0.34 2.94 ‐0.39 0.81 0.35 2.81 ‐0.24

28 1.17 0.39 3.02 0.05 0.52 0.32 2.33 ‐0.48 0.71 0.30 2.77 ‐0.16 0.84 0.32 2.76 ‐0.10

29 1.29 0.42 3.33 0.16 0.51 0.28 2.08 ‐0.29 0.68 0.26 2.46 ‐0.06 0.80 0.27 2.41 ‐0.07

30 1.38 0.47 3.77 0.17 0.53 0.29 2.28 ‐0.30 0.67 0.27 2.49 ‐0.17 0.79 0.27 2.49 0.00

31 1.65 0.55 4.75 0.19 0.35 0.26 1.67 ‐0.64 0.53 0.24 1.72 ‐0.30 0.52 0.25 1.90 ‐0.34

32 1.95 0.64 5.47 0.26 0.83 0.44 3.42 ‐0.59 1.18 0.40 3.37 ‐0.01 1.22 0.40 3.37 0.07

33 0.44 0.16 1.30 ‐0.08 0.28 0.23 1.58 ‐0.55 0.44 0.23 2.04 ‐0.28 0.41 0.24 1.67 ‐0.40

34 0.69 0.28 1.96 ‐0.17 0.39 0.31 2.00 ‐0.95 0.55 0.32 2.46 ‐0.36 0.61 0.33 2.83 ‐0.47

35 0.94 0.35 2.66 ‐0.09 0.39 0.29 2.13 ‐0.81 0.55 0.29 2.42 ‐0.58 0.68 0.32 2.68 ‐0.47

36 1.19 0.37 2.95 0.18 0.28 0.24 1.78 ‐1.02 0.52 0.24 2.18 ‐0.42 0.50 0.26 2.03 ‐0.84

37 1.24 0.39 3.19 0.22 0.32 0.23 1.94 ‐0.45 0.51 0.23 2.05 ‐0.33 0.57 0.25 2.09 ‐0.25

38 1.35 0.44 3.65 0.22 0.41 0.25 1.72 ‐0.43 0.55 0.22 1.86 ‐0.31 0.67 0.27 2.12 ‐0.11

39 1.65 0.56 4.63 0.25 0.39 0.27 1.75 ‐0.71 0.53 0.24 1.78 ‐0.51 0.67 0.27 2.00 ‐0.25

40 1.78 0.59 5.00 0.28 0.54 0.36 2.59 ‐0.59 0.77 0.31 2.53 ‐0.25 0.89 0.30 2.55 ‐0.02

41 0.39 0.16 1.19 ‐0.22 0.12 0.21 1.31 ‐0.89 0.27 0.21 1.49 ‐0.54 0.25 0.23 1.71 ‐0.68

42 0.64 0.25 1.77 ‐0.19 0.13 0.24 1.69 ‐1.07 0.35 0.25 2.09 ‐0.61 0.35 0.27 2.16 ‐0.63

43 0.94 0.30 2.36 0.08 0.10 0.21 1.52 ‐0.79 0.29 0.23 1.82 ‐0.60 0.34 0.25 2.04 ‐0.76

44 1.08 0.34 2.72 0.18 0.08 0.18 1.32 ‐0.94 0.30 0.21 1.67 ‐0.84 0.31 0.23 1.82 ‐0.72

45 1.07 0.37 2.87 0.04 0.08 0.16 1.05 ‐0.86 0.18 0.19 1.26 ‐0.84 0.32 0.21 1.60 ‐0.68

46 0.00 0.00 0.00 0.00 ‐2.44 0.28 ‐1.56 0.00 0.00 0.00 0.00 0.00 0.98 0.33 2.13 0.12

47 1.46 0.48 4.12 0.22 0.12 0.18 1.10 ‐0.58 0.35 0.17 1.19 ‐0.66 0.46 0.20 1.47 ‐0.22

48 1.74 0.56 4.84 0.27 0.23 0.24 1.64 ‐0.54 0.51 0.24 1.73 ‐0.22 0.57 0.24 2.00 ‐0.30

49 0.41 0.15 1.18 ‐0.06 0.10 0.17 1.23 ‐0.73 0.28 0.20 1.52 ‐0.51 0.25 0.20 1.75 ‐0.50

50 0.77 0.25 2.03 0.07 0.12 0.21 1.39 ‐0.85 0.39 0.25 2.18 ‐0.59 0.35 0.25 2.32 ‐0.60

51 0.91 0.31 2.39 0.11 0.11 0.20 1.52 ‐0.82 0.34 0.23 1.76 ‐0.67 0.35 0.25 2.20 ‐0.67

52 0.96 0.34 2.62 0.03 0.05 0.17 1.08 ‐0.96 0.23 0.21 1.34 ‐0.86 0.32 0.23 1.93 ‐0.68

53 1.09 0.36 2.86 0.23 0.11 0.14 0.84 ‐0.70 0.32 0.17 1.35 ‐0.65 0.42 0.19 1.92 ‐0.37

54 1.17 0.39 3.21 0.16 0.07 0.14 0.69 ‐0.62 0.28 0.15 1.08 ‐0.45 0.40 0.17 1.55 ‐0.15

55 1.47 0.49 4.03 0.23 0.10 0.16 0.92 ‐0.61 0.30 0.16 1.13 ‐0.36 0.47 0.19 1.42 ‐0.25

56 1.59 0.53 4.46 0.22 0.11 0.19 1.31 ‐0.70 0.35 0.20 1.42 ‐0.26 0.55 0.25 1.92 ‐0.30

57 0.32 0.14 1.08 ‐0.14 0.03 0.17 1.22 ‐0.77 0.16 0.19 1.34 ‐0.58 0.15 0.19 1.47 ‐0.69

58 0.62 0.22 1.67 ‐0.06 0.15 0.20 1.71 ‐0.88 0.18 0.23 1.58 ‐0.83 0.32 0.25 1.97 ‐0.60

59 0.81 0.28 2.05 0.08 0.13 0.19 1.42 ‐0.84 0.20 0.23 1.56 ‐0.96 0.35 0.25 2.22 ‐0.56

60 0.97 0.32 2.49 0.20 0.07 0.16 1.08 ‐0.84 0.24 0.20 1.56 ‐0.79 0.36 0.23 2.06 ‐0.52

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.38 0.38 3.17 0.44 0.02 0.13 0.59 ‐0.76 0.28 0.14 1.11 ‐0.54 0.31 0.16 1.48 ‐0.28

63 1.29 0.45 3.46 0.14 0.00 0.13 0.61 ‐0.70 0.18 0.13 0.87 ‐0.41 0.25 0.15 1.05 ‐0.37

64 1.58 0.51 4.32 0.27 0.02 0.15 0.80 ‐0.69 0.21 0.16 1.18 ‐0.28 0.31 0.19 1.36 ‐0.31

Table E34 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 330o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.81 0.35 2.68 ‐0.22 0.82 0.37 2.80 ‐0.35 1.00 0.40 3.03 ‐0.20 1.06 0.41 3.31 ‐0.07

2 1.30 0.51 3.93 ‐0.23 1.31 0.56 4.09 ‐0.47 1.58 0.58 4.47 ‐0.08 1.77 0.59 4.70 0.13

3 1.64 0.62 4.81 ‐0.16 1.63 0.69 5.11 ‐0.39 2.10 0.72 5.63 0.01 2.27 0.72 5.96 0.24

4 1.85 0.70 5.72 ‐0.01 1.92 0.79 5.98 ‐0.22 2.49 0.83 6.55 0.08 2.77 0.84 6.72 0.42

5 1.89 0.74 6.38 0.18 2.15 0.88 6.93 ‐0.15 2.76 0.90 7.38 0.19 3.18 0.93 7.63 0.56

6 1.75 0.67 5.68 0.04 2.39 0.93 6.89 0.02 2.50 0.85 6.80 0.23 3.33 0.99 7.86 0.57

7 1.83 0.72 5.95 0.04 2.12 0.95 7.39 ‐0.21 1.99 0.81 6.63 0.20 2.74 1.10 8.30 0.15

8 2.43 0.84 7.38 0.45 2.82 1.01 8.67 0.27 3.37 1.08 8.38 0.32 3.53 1.09 8.70 0.47

9 0.53 0.23 1.92 ‐0.21 0.62 0.35 2.28 ‐0.48 0.73 0.32 2.35 ‐0.32 0.90 0.35 2.51 ‐0.14

10 1.00 0.35 2.82 ‐0.09 0.83 0.46 3.08 ‐0.50 1.07 0.44 3.21 ‐0.24 1.28 0.47 3.60 ‐0.10

11 1.19 0.44 3.16 ‐0.14 0.80 0.50 3.48 ‐0.58 1.04 0.47 3.63 ‐0.34 1.28 0.52 3.91 ‐0.20

12 1.48 0.51 3.77 0.03 0.75 0.50 3.52 ‐0.68 1.12 0.48 3.84 ‐0.26 1.29 0.55 4.08 ‐0.26

13 1.53 0.54 3.96 0.06 0.76 0.49 3.51 ‐0.52 1.17 0.48 3.87 ‐0.37 1.35 0.53 4.13 ‐0.13

14 1.76 0.57 4.51 0.28 0.85 0.47 3.30 ‐0.37 1.30 0.45 3.90 ‐0.08 1.40 0.49 4.26 ‐0.10

15 2.01 0.63 5.27 0.30 0.91 0.51 3.27 ‐0.66 1.41 0.51 4.02 ‐0.24 1.52 0.53 4.23 ‐0.04

16 2.25 0.68 5.80 0.52 1.30 0.58 5.11 ‐0.52 1.80 0.64 5.28 ‐0.31 1.87 0.63 6.06 ‐0.10

17 0.49 0.20 1.48 ‐0.07 0.32 0.28 1.88 ‐0.60 0.50 0.29 1.99 ‐0.34 0.54 0.30 2.05 ‐0.46

18 0.00 0.00 0.00 0.00 0.26 0.27 1.45 0.00 0.00 0.00 0.00 0.00 0.81 0.24 1.86 ‐0.02

19 1.23 0.41 3.01 0.11 0.49 0.36 2.63 ‐1.20 0.90 0.41 3.41 ‐0.42 0.96 0.42 3.46 ‐0.52

20 1.50 0.46 3.30 0.31 0.45 0.31 2.62 ‐0.59 0.92 0.35 3.06 ‐0.41 0.94 0.36 3.12 ‐0.19

21 1.48 0.48 3.52 0.21 0.45 0.30 2.36 ‐0.50 0.83 0.31 2.61 ‐0.26 0.91 0.32 2.79 ‐0.09

22 1.67 0.53 4.05 0.32 0.46 0.34 2.27 ‐0.54 0.94 0.33 2.91 ‐0.11 0.97 0.33 3.10 ‐0.04

23 2.07 0.67 5.25 0.40 0.80 0.52 3.60 ‐0.52 1.27 0.49 3.94 ‐0.16 1.43 0.51 4.31 ‐0.08

24 2.30 0.72 5.93 0.44 1.03 0.64 4.55 ‐0.77 1.54 0.56 4.56 ‐0.15 1.66 0.56 4.86 0.05

25 0.41 0.18 1.29 ‐0.25 0.05 0.20 1.25 ‐1.01 0.29 0.25 1.61 ‐0.67 0.21 0.23 1.58 ‐0.71

26 0.88 0.30 2.17 0.05 0.18 0.24 1.63 ‐1.01 0.46 0.32 2.51 ‐0.63 0.42 0.31 1.98 ‐0.78

27 1.11 0.38 2.72 ‐0.02 0.17 0.22 1.48 ‐1.04 0.48 0.29 2.46 ‐0.82 0.49 0.28 2.15 ‐0.76

28 1.34 0.42 3.12 0.15 0.22 0.19 1.28 ‐0.85 0.49 0.25 2.15 ‐0.49 0.60 0.25 1.94 ‐0.58

29 1.45 0.46 3.33 0.25 0.21 0.20 1.23 ‐0.61 0.51 0.23 1.82 ‐0.41 0.63 0.23 1.86 ‐0.22

30 1.54 0.50 3.66 0.34 0.23 0.25 1.74 ‐0.73 0.55 0.27 2.33 ‐0.49 0.70 0.28 2.47 ‐0.22

31 1.87 0.59 4.62 0.43 0.16 0.24 1.30 ‐0.65 0.48 0.26 1.86 ‐0.42 0.50 0.28 2.00 ‐0.46

32 2.11 0.67 5.34 0.39 0.31 0.39 2.66 ‐0.73 1.03 0.42 3.73 ‐0.26 1.04 0.40 3.39 ‐0.18

33 0.51 0.18 1.40 ‐0.14 0.10 0.18 1.42 ‐0.80 0.32 0.22 1.87 ‐0.48 0.26 0.22 1.59 ‐0.71

34 0.80 0.30 2.19 ‐0.14 0.18 0.22 1.71 ‐1.02 0.36 0.28 2.31 ‐0.66 0.41 0.27 2.28 ‐0.69

35 1.11 0.37 2.82 ‐0.06 0.21 0.22 1.51 ‐1.13 0.37 0.26 2.28 ‐0.91 0.50 0.27 2.23 ‐0.64

36 1.38 0.41 3.29 0.27 0.18 0.20 1.18 ‐1.01 0.40 0.24 2.24 ‐1.01 0.44 0.26 2.05 ‐0.81

37 1.44 0.43 3.55 0.38 0.13 0.18 1.16 ‐0.68 0.41 0.22 1.65 ‐0.49 0.48 0.24 1.77 ‐0.31

38 1.55 0.47 3.83 0.35 0.14 0.20 1.28 ‐0.72 0.42 0.20 1.43 ‐0.47 0.54 0.23 1.72 ‐0.41

39 1.89 0.60 4.88 0.41 0.11 0.21 1.49 ‐0.65 0.44 0.22 1.65 ‐0.37 0.57 0.24 1.92 ‐0.33

40 2.03 0.64 5.21 0.45 0.12 0.25 1.89 ‐0.56 0.62 0.32 2.66 ‐0.38 0.73 0.33 2.87 ‐0.19

41 0.46 0.18 1.33 ‐0.13 0.10 0.19 1.38 ‐0.91 0.18 0.20 1.48 ‐0.56 0.18 0.22 1.62 ‐0.76

42 0.76 0.27 2.08 ‐0.02 0.12 0.23 1.64 ‐1.14 0.23 0.24 1.81 ‐0.79 0.29 0.28 2.12 ‐0.90

43 1.13 0.33 2.77 0.27 0.11 0.21 1.31 ‐0.93 0.23 0.23 2.14 ‐0.86 0.32 0.27 2.21 ‐0.87

44 1.29 0.38 3.16 0.31 0.07 0.18 1.03 ‐0.90 0.25 0.21 1.95 ‐0.73 0.32 0.25 2.02 ‐0.75

45 1.30 0.41 3.34 0.14 0.04 0.16 0.76 ‐0.74 0.15 0.19 1.50 ‐0.86 0.30 0.22 1.92 ‐0.57

46 0.00 0.00 0.00 0.00 ‐3.00 0.33 ‐2.12 0.00 0.00 0.00 0.00 0.00 0.47 0.31 1.80 ‐0.20

47 1.76 0.54 4.72 0.41 ‐0.01 0.14 0.65 ‐0.76 0.21 0.17 1.06 ‐0.56 0.26 0.18 1.23 ‐0.44

48 1.99 0.62 5.27 0.38 0.04 0.15 0.88 ‐0.73 0.28 0.22 1.54 ‐0.45 0.35 0.23 1.69 ‐0.35

49 0.48 0.17 1.40 0.00 0.13 0.19 1.47 ‐0.73 0.20 0.18 1.51 ‐0.56 0.20 0.21 1.46 ‐0.68

50 0.91 0.28 2.31 0.20 0.16 0.23 1.80 ‐0.94 0.29 0.24 1.98 ‐0.73 0.31 0.28 2.22 ‐0.99

51 1.07 0.34 2.78 0.17 0.15 0.21 1.77 ‐1.03 0.27 0.24 2.03 ‐0.88 0.35 0.27 2.21 ‐0.81

52 1.15 0.38 3.17 0.07 0.06 0.18 1.14 ‐0.99 0.21 0.21 1.99 ‐0.92 0.31 0.24 1.94 ‐0.83

53 1.31 0.40 3.47 0.24 0.07 0.15 0.79 ‐0.69 0.25 0.18 1.80 ‐0.78 0.32 0.20 1.76 ‐0.64

54 1.41 0.44 3.77 0.26 0.00 0.14 0.58 ‐0.71 0.18 0.16 1.20 ‐0.91 0.27 0.17 1.50 ‐0.59

55 1.79 0.56 5.05 0.34 0.02 0.13 0.59 ‐0.54 0.18 0.15 0.98 ‐0.63 0.29 0.17 1.21 ‐0.59

56 1.94 0.60 5.39 0.33 0.00 0.14 0.77 ‐0.59 0.17 0.17 1.21 ‐0.51 0.28 0.20 1.50 ‐0.40

57 0.39 0.16 1.29 ‐0.14 0.10 0.18 1.40 ‐0.85 0.15 0.18 1.33 ‐0.70 0.14 0.20 1.36 ‐0.60

58 0.76 0.26 2.06 0.01 0.19 0.22 1.78 ‐0.78 0.18 0.24 1.93 ‐0.77 0.29 0.26 2.00 ‐0.58

59 1.00 0.32 2.63 0.08 0.14 0.20 1.46 ‐0.96 0.22 0.24 2.18 ‐0.77 0.32 0.26 2.14 ‐0.80

60 1.19 0.36 2.99 0.19 0.05 0.17 0.94 ‐0.96 0.25 0.21 1.86 ‐0.70 0.31 0.23 2.12 ‐0.62

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.68 0.44 4.16 0.43 ‐0.02 0.14 0.52 ‐0.67 0.25 0.15 1.38 ‐0.55 0.20 0.16 1.38 ‐0.57

63 1.62 0.51 4.47 0.12 ‐0.03 0.12 0.47 ‐0.72 0.08 0.13 0.83 ‐0.72 0.14 0.14 0.82 ‐0.61

64 1.97 0.58 5.33 0.49 ‐0.02 0.12 0.70 ‐0.66 0.07 0.13 0.79 ‐0.48 0.15 0.15 0.99 ‐0.51

Table E35 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 340o

Tap 

No #

Array A Array B Array C Array D
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Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min Mean

Stand. 

Dev. Max Min

1 0.61 0.28 2.09 ‐0.20 0.49 0.38 2.67 ‐0.64 0.71 0.40 2.71 ‐0.53 0.76 0.40 2.88 ‐0.33

2 1.01 0.41 3.10 ‐0.11 0.71 0.52 3.44 ‐0.98 1.10 0.56 4.15 ‐0.46 1.27 0.58 4.33 ‐0.42

3 1.34 0.51 3.87 0.04 0.81 0.57 3.82 ‐0.59 1.42 0.67 4.79 ‐0.40 1.58 0.68 5.20 ‐0.20

4 1.49 0.55 4.03 ‐0.07 0.95 0.60 4.30 ‐0.59 1.63 0.73 5.44 ‐0.44 1.87 0.74 6.09 ‐0.17

5 1.50 0.56 4.21 0.13 1.05 0.66 4.33 ‐0.57 1.77 0.75 5.35 ‐0.28 2.08 0.78 6.42 ‐0.05

6 1.51 0.56 4.26 0.16 1.30 0.73 4.79 ‐0.55 1.72 0.71 5.06 ‐0.36 2.27 0.80 6.48 0.00

7 1.75 0.64 4.89 0.28 1.40 0.77 5.20 ‐0.60 1.56 0.71 5.29 ‐0.31 2.15 0.87 6.25 0.07

8 2.22 0.73 6.01 0.46 2.06 0.88 5.98 ‐0.30 2.67 0.95 7.43 0.14 2.90 0.94 7.66 0.18

9 0.42 0.19 1.41 ‐0.22 0.29 0.28 2.08 ‐0.68 0.45 0.29 2.10 ‐0.52 0.61 0.34 2.75 ‐0.44

10 0.95 0.34 2.48 0.00 0.34 0.31 2.45 ‐0.84 0.64 0.41 3.32 ‐0.49 0.81 0.44 3.42 ‐0.45

11 1.21 0.43 3.04 0.09 0.30 0.29 2.30 ‐0.82 0.61 0.42 3.31 ‐0.62 0.80 0.46 3.55 ‐0.53

12 1.50 0.50 3.84 0.34 0.27 0.28 2.22 ‐0.78 0.68 0.42 3.27 ‐0.58 0.80 0.45 3.32 ‐0.65

13 1.49 0.52 4.16 0.16 0.26 0.28 1.97 ‐0.68 0.69 0.38 3.10 ‐0.58 0.84 0.41 3.27 ‐0.60

14 1.70 0.56 4.61 0.33 0.34 0.31 1.98 ‐0.71 0.81 0.36 2.85 ‐0.27 0.91 0.37 3.02 ‐0.26

15 1.97 0.61 5.08 0.46 0.37 0.43 2.48 ‐0.94 0.94 0.43 3.31 ‐0.42 1.05 0.44 3.50 ‐0.32

16 2.24 0.66 6.04 0.51 0.98 0.62 4.20 ‐0.86 1.40 0.60 4.96 ‐0.41 1.48 0.59 4.51 ‐0.34

17 0.48 0.20 1.48 ‐0.11 0.12 0.20 1.42 ‐0.86 0.28 0.25 1.77 ‐0.51 0.34 0.27 1.97 ‐0.75

18 0.00 0.00 0.00 0.00 ‐0.10 0.18 0.62 0.00 0.00 0.00 0.00 0.00 0.47 0.22 1.55 ‐0.22

19 1.27 0.41 3.08 0.19 0.22 0.23 1.62 ‐1.07 0.56 0.33 2.87 ‐0.55 0.63 0.34 2.67 ‐0.59

20 1.54 0.46 3.62 0.47 0.18 0.20 1.34 ‐0.72 0.60 0.29 2.71 ‐0.45 0.62 0.30 2.31 ‐0.45

21 1.49 0.48 3.83 0.31 0.12 0.20 1.15 ‐0.74 0.50 0.27 2.21 ‐0.52 0.62 0.28 2.26 ‐0.39

22 1.66 0.52 4.38 0.38 0.05 0.22 1.21 ‐0.89 0.62 0.28 2.15 ‐0.30 0.68 0.30 2.45 ‐0.42

23 1.98 0.64 5.44 0.33 0.20 0.36 2.46 ‐0.76 0.86 0.41 3.09 ‐0.30 1.03 0.44 3.58 ‐0.21

24 2.28 0.70 6.11 0.43 0.32 0.57 4.02 ‐0.89 1.15 0.51 4.20 ‐0.32 1.32 0.54 5.10 ‐0.16

25 0.42 0.18 1.30 ‐0.27 0.05 0.17 1.25 ‐0.83 0.15 0.20 1.70 ‐0.78 0.12 0.20 1.42 ‐0.85

26 0.93 0.31 2.31 0.09 0.14 0.21 1.49 ‐1.00 0.26 0.26 2.15 ‐0.76 0.27 0.28 2.10 ‐0.70

27 1.19 0.39 2.88 0.14 0.11 0.20 1.55 ‐1.04 0.29 0.25 2.21 ‐0.81 0.33 0.27 2.12 ‐0.75

28 1.41 0.43 3.34 0.28 0.08 0.18 1.11 ‐0.89 0.31 0.23 2.11 ‐0.70 0.40 0.24 2.09 ‐0.70

29 1.50 0.46 3.62 0.35 0.04 0.17 0.77 ‐0.79 0.32 0.21 1.98 ‐0.67 0.43 0.23 1.77 ‐0.59

30 1.56 0.49 3.84 0.27 ‐0.02 0.17 0.76 ‐0.86 0.33 0.22 1.81 ‐0.48 0.46 0.24 1.97 ‐0.47

31 1.86 0.57 4.65 0.34 ‐0.05 0.15 0.75 ‐0.82 0.33 0.22 1.45 ‐0.45 0.41 0.24 1.70 ‐0.54

32 2.02 0.62 5.28 0.42 ‐0.03 0.17 1.26 ‐0.74 0.61 0.37 2.53 ‐0.44 0.68 0.37 2.84 ‐0.51

33 0.54 0.18 1.36 ‐0.04 0.11 0.18 1.52 ‐0.79 0.23 0.19 1.64 ‐0.48 0.16 0.19 1.38 ‐0.71

34 0.84 0.31 2.22 ‐0.04 0.18 0.22 2.06 ‐1.07 0.24 0.24 1.96 ‐0.75 0.30 0.26 1.99 ‐0.72

35 1.17 0.38 2.84 0.21 0.13 0.22 1.67 ‐0.96 0.28 0.25 2.13 ‐0.90 0.37 0.27 2.33 ‐0.85

36 1.48 0.43 3.22 0.50 0.08 0.19 1.08 ‐1.07 0.31 0.23 2.14 ‐0.99 0.32 0.25 2.09 ‐1.28

37 1.53 0.44 3.32 0.52 0.00 0.16 0.81 ‐0.91 0.28 0.20 1.93 ‐0.77 0.29 0.22 1.82 ‐0.84

38 1.61 0.48 3.78 0.45 ‐0.01 0.14 0.58 ‐0.72 0.25 0.18 1.56 ‐0.68 0.29 0.20 1.36 ‐0.71

39 1.90 0.59 4.82 0.44 ‐0.04 0.12 0.49 ‐0.64 0.24 0.19 1.29 ‐0.61 0.32 0.20 1.42 ‐0.58

40 2.04 0.63 5.02 0.49 ‐0.09 0.12 0.61 ‐0.68 0.27 0.25 1.77 ‐0.59 0.41 0.28 2.31 ‐0.35

41 0.51 0.18 1.43 ‐0.08 0.15 0.20 1.57 ‐0.88 0.19 0.19 1.65 ‐0.66 0.16 0.20 1.56 ‐0.61

42 0.83 0.29 2.14 ‐0.14 0.11 0.22 1.70 ‐1.13 0.24 0.24 2.10 ‐0.90 0.26 0.27 2.25 ‐0.72

43 1.26 0.36 2.93 0.14 0.05 0.20 1.13 ‐0.95 0.28 0.25 2.23 ‐0.74 0.27 0.28 2.19 ‐0.80

44 1.41 0.41 3.17 0.37 0.00 0.18 0.83 ‐1.03 0.25 0.23 2.01 ‐0.86 0.26 0.25 2.12 ‐0.76

45 1.40 0.42 3.20 0.18 ‐0.03 0.15 0.62 ‐0.89 0.14 0.20 1.65 ‐0.77 0.22 0.22 1.98 ‐0.70

46 0.00 0.00 0.00 0.00 ‐3.72 0.28 ‐2.89 0.00 0.00 0.00 0.00 0.00 ‐0.76 0.28 0.18 ‐1.33

47 1.85 0.54 4.71 0.41 ‐0.12 0.11 0.31 ‐0.63 0.06 0.14 0.81 ‐0.78 0.09 0.15 0.84 ‐0.63

48 1.98 0.60 5.33 0.41 ‐0.08 0.11 0.48 ‐0.71 0.02 0.14 0.86 ‐0.67 0.10 0.15 1.10 ‐0.62

49 0.53 0.18 1.43 ‐0.02 0.10 0.20 1.52 ‐0.76 0.23 0.20 1.59 ‐0.78 0.19 0.20 1.57 ‐0.58

50 1.00 0.30 2.37 0.23 0.04 0.23 1.62 ‐1.06 0.28 0.26 2.09 ‐0.71 0.28 0.27 2.10 ‐0.72

51 1.17 0.36 2.78 0.19 0.01 0.22 1.28 ‐1.09 0.22 0.28 2.31 ‐0.98 0.32 0.28 2.31 ‐0.75

52 1.28 0.41 3.17 0.13 ‐0.06 0.18 0.78 ‐1.06 0.21 0.24 1.95 ‐0.86 0.28 0.26 2.16 ‐0.78

53 1.43 0.43 3.22 0.32 ‐0.04 0.15 0.54 ‐0.81 0.22 0.20 1.77 ‐0.75 0.26 0.22 1.99 ‐0.68

54 1.52 0.47 3.56 0.26 ‐0.10 0.13 0.35 ‐0.78 0.12 0.17 1.29 ‐0.79 0.17 0.18 1.46 ‐0.73

55 1.90 0.58 4.84 0.45 ‐0.09 0.11 0.32 ‐0.66 0.06 0.14 0.82 ‐0.84 0.11 0.15 1.00 ‐0.86

56 2.05 0.62 5.24 0.45 ‐0.13 0.10 0.47 ‐0.70 ‐0.01 0.10 0.59 ‐0.53 0.07 0.12 0.70 ‐0.62

57 0.44 0.18 1.33 ‐0.04 0.03 0.19 1.37 ‐0.86 0.21 0.20 1.76 ‐0.59 0.17 0.20 1.60 ‐0.65

58 0.86 0.28 2.10 0.12 0.01 0.22 1.39 ‐1.13 0.29 0.25 2.17 ‐0.76 0.31 0.27 1.92 ‐0.64

59 1.14 0.35 2.69 0.20 ‐0.05 0.20 1.02 ‐1.24 0.29 0.25 2.18 ‐0.71 0.33 0.29 2.07 ‐0.60

60 1.35 0.40 3.01 0.36 ‐0.12 0.18 0.77 ‐1.08 0.27 0.23 2.15 ‐0.82 0.30 0.27 2.08 ‐0.78

61 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

62 1.88 0.47 4.13 0.73 ‐0.15 0.13 0.27 ‐0.82 0.22 0.17 1.39 ‐0.67 0.15 0.18 1.31 ‐0.77

63 1.81 0.54 4.43 0.25 ‐0.16 0.11 0.19 ‐0.69 ‐0.01 0.14 0.81 ‐0.73 0.05 0.14 0.92 ‐0.82

64 2.12 0.60 4.90 0.52 ‐0.13 0.09 0.32 ‐0.77 ‐0.04 0.08 0.33 ‐0.65 0.01 0.11 0.62 ‐0.65

Table E36 ‐  Configuration #5

 Mean, Standard Deviation, Maximum and Minimum Cpn  for  α = 30
o, θ = 350o

Tap 

No #

Array A Array B Array C Array D
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Appendix F – Aerodynamic Shape factors proposed for AS/NZS1170.2 
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Appendix F – Aerodynamic Shape factors proposed for AS/NZS1170.2 

 

This Section shall be limited to the calculation of wind loads on solar panel arrays with the following 

restrictions as shown in Figure F1: 

 

(a) Panels attached to a ground mounted frame with aspect ratios 2 ≤ d/h ≤ 5 and b/d ≥.2 

(b) Panels attached to the frame at an inclination to ground, α ≤ 30o. 

(c) Panels arrays spacing of 3.5 ≤ s/h ≤ 10. 

(d) Panels with a minimum gap between the underside of the panel and the ground surface c/h ≥  0.2. 

 

The aerodynamic shape factor (Cshp) for calculating net pressures normal for solar panels 

satisfying the above conditions shall be as follows: 

 

Cshp= Cp,n Ka K  . . . F1 

 

where 

Cp,n = net pressure coefficient acting normal to the surface, obtained for the 

windward half of a panel array (Cp,w) or net pressure coefficient for the 

leeward half of a panel array (Cp,), as given in Tables F1 and F2 (positive 

indicates net downward pressure) 

Ka = area reduction factor, as given in Paragraph D1.2 in AS/NZS1170.2 

K = local pressure factor, as given in Paragraph D1.3 in AS/NZS1170.2 

NOTE: The factor Kp does not appear in this equation as it is taken as 1.0. 

NOTE: For  = 90°, the array pitch is effectively zero, and Tables F1 and F2 with α = 0° shall 

be used to determine Cp,n. 

NOTE:   Areas A2, A2, B1, B2 apply to the upwind row of panels. Areas C1, C2, D1, D2 apply 
to all shielded downwind panels. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 
FIGURE F1. SOLAR PANEL ARRAYS 
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TABLE F1. NET PRESSURE COEFFICIENTS (Cp,n) FOR 

SOLAR PANEL ARRAY - θ = 0o (see Figure F1) 

Panel 

pitch (α) 

degrees 

                                                       θ   =  0 degrees 

𝑪𝒑,𝒘 𝑪𝒑,𝒍 𝑪𝒑,𝒘 𝑪𝒑,𝒍 

B1 B2, B3.. A1 A2, A3.. D1 D2, D3.. C1 C2, C3.. 

0 0.45 0.45 0.25 0.10 0.40 0.25 0.25 0.10 

15 1.20  1.20   0.80 0.45 1.40 0.80   0.90 0.40 

20 1.30  1.20 0.80 0.45 1.50 0.75 0.90 0.45 

25 1.45 1.35 0.95 0.60 1.60 0.85 1.00 0.55 

30 1.50 1.25 0.95 0.70 1.70 0.85 1.10 0.65 

 

 

 

TABLE F2. NET PRESSURE COEFFICIENTS (Cp,n) FOR 

SOLAR PANEL ARRAY - θ = 180o (see Figure F1) 

 

Panel 

pitch (α) 

degrees 

                                                  θ   =  180 degrees 

𝑪𝒑,𝒘 𝑪𝒑,𝒍 𝑪𝒑,𝒘 𝑪𝒑,𝒍 

A1 A2, A3.. B1 B2, B3.. C1 C2, C3.. D1 D2, D3.. 

0 -0.50 -0.55 -0.35 -0.20 -0.50 -0.35 -0.35 -0.15 

15 -1.20 -1.40 -0.60 -0.85 -1.40 -1.45 -0.70 -0.65 

20 -1.40 -1.45 -0.75 -0.90 -1.40 -1.40 -0.70 -0.70 

25 -1.50 -1.45 -0.75 -0.95 -1.50 -1.35 -0.75 -0.80 

30 -1.60 -1.50 -0.80 -0.95 -1.55 -1.30 -0.90 -0.85 
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